
Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

A Maceo Walker Middle (2740) 3A 3 18 123 99 43 8 45 20 3 362
Grand Total 3 18 123 99 43 8 45 20 3 362



Location Request Description Area Description Area Number Craft
A Maceo Walker Middle 
(2740) 3A

Needs carpet removed 
and tile placed down 
carpet will not come clean 
and it looks very bad.

Administration Area main office Asbestos

A Maceo Walker Middle 
(2740) 3A

tile needs to be replaced. Hallway/Corridor center of lobby Asbestos

A Maceo Walker Middle 
(2740) 3A

check on possible AMG in 
this classroom.

2nd Floor S202 Asbestos

A Maceo Walker Middle 
(2740) 3A

phone drop needs to be 
installed!

1st Floor main office S100c Cabling

A Maceo Walker Middle 
(2740) 3A

Need to have jack 
replaced ,jack do not work.

S108 Cabling

A Maceo Walker Middle 
(2740) 3A

Need to have jack repaired 
as soon as possible.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

Library across from main office Cabling

A Maceo Walker Middle 
(2740) 3A

4 COMPUTER JACK IS 
NOT WORKING.

Classroom S114 Cabling



A Maceo Walker Middle 
(2740) 3A

Need jack repair to be able 
to get internet service.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

Classroom N 200 Cabling

A Maceo Walker Middle 
(2740) 3A

computer jack needs 
repair computer will not 
connect to internet.

Classroom S113 Cabling

A Maceo Walker Middle 
(2740) 3A

internet jack do not work Classroom n100 e Cabling

A Maceo Walker Middle 
(2740) 3A

jack needs to be repair.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

Classroom N 205 Cabling

A Maceo Walker Middle 
(2740) 3A

This room is not receiving 
internet please help me 
with this .

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

Classroom room 202north Cabling

A Maceo Walker Middle 
(2740) 3A

computer jack needs to be  
repaired for
 the students.

Classroom N105 Cabling

A Maceo Walker Middle 
(2740) 3A

A Maceo Walker MS- 
WO380965-- students 
computer jack needs to be 
repaired.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

Classroom S204 Cabling

A Maceo Walker Middle 
(2740) 3A

Needs 5 jacks repair. Classroom s113 Cabling



A Maceo Walker Middle 
(2740) 3A

Needs 1 jack repaired. Classroom n205 Cabling

A Maceo Walker Middle 
(2740) 3A

A Maceo Walker Mid - 
WO386032- internet Jack 
repair- s201

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

Classroom s201 Cabling

A Maceo Walker Middle 
(2740) 3A

internet jack repair. Classroom S 218 Cabling

A Maceo Walker Middle 
(2740) 3A

S114 4 computer jacks are 
not working. Room S209 
needs jack repaired. This 
ticket replaces ticket 
#415711 and 419989

Cabling

A Maceo Walker Middle 
(2740) 3A

Internet jack needs to be 
repaired.

2nd Floor s209 Cabling

A Maceo Walker Middle 
(2740) 3A

Amaceo have 2 flat screen 
television needs to be 
installed.

(SCS – Regretfully our 
NCS staff will not be able 
to support this type of 
request -- “Please See 

Cabling

A Maceo Walker Middle 
(2740) 3A

per ms banks 416-6780 
outside entrance door in 
the area of the gym won't 
lock and can't secure

Carpentry

A Maceo Walker Middle 
(2740) 3A

Doors2 are not shutting 
after someone leaves out.

north side of building Carpentry



A Maceo Walker Middle 
(2740) 3A

Two doors are no self 
closing someone has to 
pull them up this is a 
safety issue. 

southside of building Carpentry

A Maceo Walker Middle 
(2740) 3A

key will not open this door 
any more.

south 122 Carpentry

A Maceo Walker Middle 
(2740) 3A

wall need to have 
sheetrock work, wall has a 
place missing and it looks 
very bad. 

 N-113 Carpentry

A Maceo Walker Middle 
(2740) 3A

Fire alarm pull station 
needs a cover.

2 floor east Carpentry

A Maceo Walker Middle 
(2740) 3A

Door handle needs repair 
it is hard to open.

south west hall 1st floor Carpentry

A Maceo Walker Middle 
(2740) 3A

Door knob needs to be 
replaced.

bandroom Carpentry

A Maceo Walker Middle 
(2740) 3A

hatch spring is broken and 
it is very hard to close after 
opening, this is an 
accident waiting to happen

2nd floor Carpentry

A Maceo Walker Middle 
(2740) 3A

Door closure is broken and 
need repairing.

front door Carpentry



A Maceo Walker Middle 
(2740) 3A

Door closure is not closing 
the door,this very 
dangerous.

south east door on the 
explortary hall

Carpentry

A Maceo Walker Middle 
(2740) 3A

Ceilling tiles need to be 
replace from water 
damage from roof leak.

cafeteria Carpentry

A Maceo Walker Middle 
(2740) 3A

Needs to have tile 
replaced.

Plant Manager office Carpentry

A Maceo Walker Middle 
(2740) 3A

Doors on the south side of 
outside cafeteria slam very 
hard.

Carpentry

A Maceo Walker Middle 
(2740) 3A

exit door slam very. northside of building 
outside the Gym 

Carpentry

A Maceo Walker Middle 
(2740) 3A

Per fire inspector Amaceo 
needs to have 3 glass 
replaced on the doors of 
the fire extinguiers.

2nd floor Carpentry

A Maceo Walker Middle 
(2740) 3A

 These doors slam very 
hard  and can not be 
keyed down please help 
me with this problem.

front entry door Carpentry

A Maceo Walker Middle 
(2740) 3A

tThis is a special cut. teachers lounge 2nd floor 
north

Carpentry



A Maceo Walker Middle 
(2740) 3A

basboard needs to be 
replaced and it is very high 
it needs a lift to replace.

Carpentry

A Maceo Walker Middle 
(2740) 3A

Screws need to be 
replaced in center bar on 
to secure.

south back entry behind 
cafeteria

Carpentry

A Maceo Walker Middle 
(2740) 3A

Needs to have the stall 
door  replaced.

Restroom (Girls) 1st floor across from 
bandroom

Carpentry

A Maceo Walker Middle 
(2740) 3A

Needs to have corking 
around hand wash  sink.

Restroom (Girls) 1s-floor Carpentry

A Maceo Walker Middle 
(2740) 3A

Needs corking around sink 
base.

Restroom (Boys) 2nd floor Carpentry

A Maceo Walker Middle 
(2740) 3A

Door needs to be replaced 
in boys restroom 
handicap.

Restroom (Boys) 1st floor explortory hall Carpentry

A Maceo Walker Middle 
(2740) 3A

Toilet seat is broken and a 
door will not close.

Restroom (Boys) 2nd floor south Carpentry

A Maceo Walker Middle 
(2740) 3A

toilet sear is broken. Restroom (Boys) 6 grade hall Carpentry



A Maceo Walker Middle 
(2740) 3A

Needs ceilling tile replaced 
this is a difficult cut.

Administration Area plantmanager office Carpentry

A Maceo Walker Middle 
(2740) 3A

Toilet seat is broken. Administration Area lounge 2 floor south Carpentry

A Maceo Walker Middle 
(2740) 3A

tiles need to be replaced 
special cut.

Administration Area main office Carpentry

A Maceo Walker Middle 
(2740) 3A

Entry door is falling apart 
the center has come a 
lose.

Administration Area plant manager office Carpentry

A Maceo Walker Middle 
(2740) 3A

Door will not shut behind 
someone exiting please 
help, this is a safety issue.

Cafeteria Carpentry

A Maceo Walker Middle 
(2740) 3A

Please replace ceilling tile 
that has water damage.

Cafeteria Carpentry

A Maceo Walker Middle 
(2740) 3A

This is a difficult cut please 
help me with this.

Cafeteria Carpentry

A Maceo Walker Middle 
(2740) 3A

Needs ceilling tile 
replaced,we are having 
lots of guest visiting 
Amaceo Walker please 
help me with this.

Cafeteria Carpentry



A Maceo Walker Middle 
(2740) 3A

This send off signal every 
night that it is open but it 
be closed and sometimes 
it will not self closure do 
not work.

Cafeteria cafeteria southeast door Carpentry

A Maceo Walker Middle 
(2740) 3A

Ceilling tile needs to be 
replaced.

Cafeteria cafeteria Carpentry

A Maceo Walker Middle 
(2740) 3A

The gate is broken around 
the dumpster and this is 
causing a problem for the 
garbage to emptied please 
help me with this problem 
thanks.

Parking Lot around dumpster Carpentry

A Maceo Walker Middle 
(2740) 3A

Gate is broken and looks 
like it might be in the way 
garbage being emptied.

Parking Lot back of kitchen Carpentry

A Maceo Walker Middle 
(2740) 3A

floor is buckled from water 
dameage.

Gym floor Carpentry

A Maceo Walker Middle 
(2740) 3A

Door will not close at all 
you have to manuel close.

Gym southwest Carpentry

A Maceo Walker Middle 
(2740) 3A

hand rail needs to be 
replaced and bottom steps 
needs to be repaired.

Gym Carpentry

A Maceo Walker Middle 
(2740) 3A

door needs lock to fix 
cylinder will not turn.

Gym Carpentry



A Maceo Walker Middle 
(2740) 3A

Foam support underneath 
basketball goal need to be 
secured with sealant to 
pervent it from hanging 
and secure the safety of 
the students.

Gym northwest of building Carpentry

A Maceo Walker Middle 
(2740) 3A

Baseboard corner. Gym northwest of building Carpentry

A Maceo Walker Middle 
(2740) 3A

Baseboard corner of wall 
needs to be replace.

Gym Carpentry

A Maceo Walker Middle 
(2740) 3A

ceilling tile need to be 
replace from water stain.

Library across from main office Carpentry

A Maceo Walker Middle 
(2740) 3A

Need to bring tiles,no tiles 
are here.

Library ceilling tiles difficul cut Carpentry

A Maceo Walker Middle 
(2740) 3A

A seat needs to be 
replaced.

Auditorium Carpentry

A Maceo Walker Middle 
(2740) 3A

Ceilling tiles need 
replacing.

Classroom choir room Carpentry

A Maceo Walker Middle 
(2740) 3A

Needs baseboard 
replaced.

Classroom n209 Carpentry



A Maceo Walker Middle 
(2740) 3A

Baseboard needs 
replacing.

Classroom N201 Carpentry

A Maceo Walker Middle 
(2740) 3A

Double doors will not 
open,to get the lift in to 
repair ceilling tile.

Classroom bandroom Carpentry

A Maceo Walker Middle 
(2740) 3A

Door has metal plate 
underneath that has come 
off but is stuck and door is 
not working proper.

Classroom bandroom Carpentry

A Maceo Walker Middle 
(2740) 3A

ceilling tile needs replacing 
and it is over 8 feet in the 
air and it is different cut.

Classroom band room Carpentry

A Maceo Walker Middle 
(2740) 3A

Needs to have bracket 
install to hang fire 
extinguisher on thanks.

Classroom S111 Teen living room Carpentry

A Maceo Walker Middle 
(2740) 3A

Tiles have gotten wet from 
leak that has been 
repaired.

Hallway/Corridor north and south hall Carpentry

A Maceo Walker Middle 
(2740) 3A

Ceilling tile need to be 
replaced needs a lift.

Hallway/Corridor outside cafeteria Carpentry

A Maceo Walker Middle 
(2740) 3A

Tile needs to be replaced 
outside gym from water 
leak and lift will be 
needed.

Hallway/Corridor outside gym area Carpentry



A Maceo Walker Middle 
(2740) 3A

special cut tile 3 cuts 
needs replacing.

Hallway/Corridor end of band hall Carpentry

A Maceo Walker Middle 
(2740) 3A

These doors are located 
outside the gym and they 
will not close without 
someone pulling them up 
and these door leads to 
the outside anyone off the 
street can walk in.

Hallway/Corridor North doors Carpentry

A Maceo Walker Middle 
(2740) 3A

ceillig tile needs replacing 
around sprinkler area.

Hallway/Corridor northhall in front of 
restroom

Carpentry

A Maceo Walker Middle 
(2740) 3A

need tiles replaced special 
cut.

Hallway/Corridor inside auditorium Carpentry

A Maceo Walker Middle 
(2740) 3A

Door will not close behind 
someone using the door. 

Hallway/Corridor south back of cafeteria Carpentry

A Maceo Walker Middle 
(2740) 3A

Needs sheetrock work 
were bad place is in the 
wall outside principal office 
thanks.

Hallway/Corridor main office Carpentry

A Maceo Walker Middle 
(2740) 3A

Door will not close all the 
way to lock.

Hallway/Corridor 2nd floor Carpentry

A Maceo Walker Middle 
(2740) 3A

tiles needs to be replaced 
they are very high.

Hallway/Corridor 1st floor north -south Carpentry



A Maceo Walker Middle 
(2740) 3A

Tiles needsto be replace 
high ceilling.

Hallway/Corridor north-south Carpentry

A Maceo Walker Middle 
(2740) 3A

southeast stairwell  doors 
wil not shut after someone 
go out.

Hallway/Corridor Carpentry

A Maceo Walker Middle 
(2740) 3A

Doors are not closing 
behind someone exiting 
the building.

Hallway/Corridor Carpentry

A Maceo Walker Middle 
(2740) 3A

door handel is broken. Hallway/Corridor 094 Carpentry

A Maceo Walker Middle 
(2740) 3A

Door will not bar door for 
the game per principal.

Hallway/Corridor north end of hall Carpentry

A Maceo Walker Middle 
(2740) 3A

Can  not bar down door for 
game per principal.

Hallway/Corridor north outside gym Carpentry

A Maceo Walker Middle 
(2740) 3A

fire door needs to be  
repaired they are bent and 
do not close up proper and 
the lock is really loose like 
it is going to fall off.

Hallway/Corridor 2nd floor south Carpentry

A Maceo Walker Middle 
(2740) 3A

Tile needs to be replaced it 
has broken up in several 
places.

Hallway/Corridor southeast of building Carpentry



A Maceo Walker Middle 
(2740) 3A

ceilling tile needs to be 
replaced this is were roof 
had a leak.

Hallway/Corridor outside cafeteria Carpentry

A Maceo Walker Middle 
(2740) 3A

Tile needs to be replaced 
on side of water cooler.

Hallway/Corridor north- south hall Carpentry

A Maceo Walker Middle 
(2740) 3A

Floor tile needs replacing. Hallway/Corridor 2nd floor south side of 
water cooler

Carpentry

A Maceo Walker Middle 
(2740) 3A

latch on lock get stick 
keeping the door from 
locking leading to the 
stairwell

Hallway/Corridor 1st floor south east Carpentry

A Maceo Walker Middle 
(2740) 3A

Needs to have some 
sillocone around the 
sinks,couter top outside 
girl and boys restroom.

Hallway/Corridor 7th grade hall Carpentry

A Maceo Walker Middle 
(2740) 3A

Rails around the back 
porch rail is broken and it 
is a safety issue.

Stairway enter the back door of 
kitchen

Carpentry

A Maceo Walker Middle 
(2740) 3A

This door is not self 
closing this is not safe.

Stairway northside exit door Carpentry

A Maceo Walker Middle 
(2740) 3A

Needs a lock and hinges 
replaced  cafeteria 
manager is have problems 
with the door and also 
plant manager.

Kitchen kitchen back door Carpentry



A Maceo Walker Middle 
(2740) 3A

ceilling tile  need 
replacing.

Administration Area 2 nd floor lounge Carpentry

A Maceo Walker Middle 
(2740) 3A

railling and porch needs to 
be repair the wood is very 
weak and this is an 
accident waiting to 
happen.

Portables 151 Carpentry

A Maceo Walker Middle 
(2740) 3A

rail around porch is very 
weak and also porch 
,steps this is an accident 
waiting to happen.

Portables 151 Carpentry

A Maceo Walker Middle 
(2740) 3A

Need ceilling tile I do not 
have any at this location.

Carpentry

A Maceo Walker Middle 
(2740) 3A

This door will not shut 
completly.

cafeteria back door Carpentry

A Maceo Walker Middle 
(2740) 3A

FRONT DOOR, CANT 
SECURE
PLANT MGR-
BANKS/416.1030

Carpentry

A Maceo Walker Middle 
(2740) 3A

BACK CAFE DOOR 
WONT OPEN. 
PLANT MGR-
WATKINS/416.1030

Carpentry

A Maceo Walker Middle 
(2740) 3A

ENTRANCE DOOR GYM 
NW BACK SIDE-NOT 
CLOSING-WON'T BE 
ABLE TO SECURE-
PLANT MGR BANKS 416-
1030 KLR

Carpentry



A Maceo Walker Middle 
(2740) 3A

FRONT ENTRY DOOR 
WONT CLOSE, CANT 
SECURE
PLANT MGR-
BANKS/416.1030

Carpentry

A Maceo Walker Middle 
(2740) 3A

DOORS HANDICAP 
REP/REPL CLOSER - DR 
IS STAYING OPEN - 
PM/BANKS 416-6780

Carpentry

A Maceo Walker Middle 
(2740) 3A

GLASS WINDOW DOOR 
HAS BEEN SCATTER IN 
RM-S204.
PLANT MGR-BANKS/416-
1030

Carpentry

A Maceo Walker Middle 
(2740) 3A

WINDOW DOOR SCREW 
ARE MISSING BACK BY 
CAFE, CANT SECURE .
PLANT MGR-
BANKS/416.1030

Carpentry

A Maceo Walker Middle 
(2740) 3A

per ms banks 416-6780 
front entry door the door 
closure is hanging and is 
dangerous to children

Carpentry

A Maceo Walker Middle 
(2740) 3A

per ms banks 416-6780 
the kitchen door will not 
open for delivery and also 
there is someone there to 
fix alarm and the door 
needs to be open for that 
repair 

Carpentry

A Maceo Walker Middle 
(2740) 3A

outside door of gym north 
end can't secure per ms 
banks 416-6780

Carpentry

A Maceo Walker Middle 
(2740) 3A

Disregard reguest#413192 
wrong location this ticket is 
for Amaceo walker door 
closure is broken off.

1st Floor southeast of building Carpentry



A Maceo Walker Middle 
(2740) 3A

second request door is not 
closing properly and lock 
is comming out.

2nd Floor fire door north Carpentry

A Maceo Walker Middle 
(2740) 3A

door lock is loose and 
magnetic will not hold door 
and this is a fire door,

2nd Floor south Carpentry

A Maceo Walker Middle 
(2740) 3A

ceilling tiles needs to be 
replaced in lobby area.

Carpentry

A Maceo Walker Middle 
(2740) 3A

Tile need to be replaced 
from roof leak.

outside the lobby north 
restroom

Carpentry

A Maceo Walker Middle 
(2740) 3A

please repair countertop 
on book store.

main office Carpentry

A Maceo Walker Middle 
(2740) 3A

DOOR will NOT CLOSE 
on the NORTH SIDE OF 
BUILDING near GYM per 
Mary Banks, Plant Mgr. 
416.6780

Carpentry

A Maceo Walker Middle 
(2740) 3A

ceilling tile needs to be 
replaced special cuts.

In the gym Carpentry

A Maceo Walker Middle 
(2740) 3A

door will close behind 
someone exiting the 
building.

south back of building Carpentry



A Maceo Walker Middle 
(2740) 3A

Door will not shut after 
somone exiting.

north back of building Carpentry

A Maceo Walker Middle 
(2740) 3A

special cuts in this area. main office areas Carpentry

A Maceo Walker Middle 
(2740) 3A

Needs to have ceilling tile 
changed it has water 
damage .

102L Carpentry

A Maceo Walker Middle 
(2740) 3A

HANDICAP DOOR CAN'T 
SECURE (TECH IS 
ALREADY ON SITE).
PLANT MGR-
BANKS/416.1030

Carpentry

A Maceo Walker Middle 
(2740) 3A

hardware on front entry 
door is comming a part 
panic bar screws are 
missing.

Carpentry

A Maceo Walker Middle 
(2740) 3A

Principal needs L shape 
desks put together.

office Carpentry

A Maceo Walker Middle 
(2740) 3A

baseboard needs to be 
replaced.

2nd floor 205 Carpentry

A Maceo Walker Middle 
(2740) 3A

Door has dropped and it is 
dragging and hard to lock.

Main Office Carpentry



A Maceo Walker Middle 
(2740) 3A

Needs to have an ankle on 
dumpter gate.

Parking Lot dumpter Carpentry

A Maceo Walker Middle 
(2740) 3A

Door stopper needs to be 
replaced  behind the door 
knob on the wall to keep 
the door knob from making 
a hold in the wall. 

main office Carpentry

A Maceo Walker Middle 
(2740) 3A

IRON GATE POLE HAS 
CAME COMPLETELY 
OUT OF GROUND IN 
FTONT OFF BLDG
PLANT MGR-BANKS/416-
3068

Carpentry

A Maceo Walker Middle 
(2740) 3A

        repair gate backside 
of builing

Carpentry

A Maceo Walker Middle 
(2740) 3A

Stall door in girls restroom 
1st floor is just hanging 
about to fall per Ms. Banks 
416-6780

Carpentry

A Maceo Walker Middle 
(2740) 3A

front entry door will not 
close behind anyone 
coming in therefore 
allowing anybody and 
everybody to come in 
without permission per Ms. 
Banks 416-6780

Carpentry

A Maceo Walker Middle 
(2740) 3A

Replace saw for Chris 
Ford, Steve Rawling,and 
Austin Chambers.

Carpentry

A Maceo Walker Middle 
(2740) 3A

    repair hardward front 
door main entrance

Carpentry



A Maceo Walker Middle 
(2740) 3A

Roof had been leaking in a 
couple of month ago.

Cafeteria Carpentry

A Maceo Walker Middle 
(2740) 3A

NO POWER TO 
RECEPTACLES ON ONE 
SIDE OF RM F120-WILL 
NEED FOR 
REFRIGERATOR IN RM 
FOR STUDENTS 
MEDICINES PER SBE-
PLANT MGR BANKS 416-

Electrical

A Maceo Walker Middle 
(2740) 3A

BREAKER 1ST FLR 
ACROSS FROM 
ELEVATOR-NOT 
RESETTING AND 
SPARKED FIRE PER SBE-
PLANT MGR BANKS 416-
1030 KLR
NOTE: J PATTERSON ON 

Electrical

A Maceo Walker Middle 
(2740) 3A

location next to bandroom 
it is completly dark.

north-south hall Electrical

A Maceo Walker Middle 
(2740) 3A

 Four of the hanging  lights 
are not comming on the 
school is to dark. 

1st floor hall Electrical

A Maceo Walker Middle 
(2740) 3A

AHU#2 NOT COMING ON 
THRU ENTIRE NORTH 
2ND FLR, & 
AHU#7,8,9,10,11,12,13 IN 
GYM, RTU#3,4,5,6 IN 
CAFE
SBE-BANKS/416-1030

Electrical

A Maceo Walker Middle 
(2740) 3A

Need rapid start bulbs. entire building Electrical

A Maceo Walker Middle 
(2740) 3A

FIRE ALARM SYSTEM-
SHOWING TROUBLE IN 
CAFE NORTH AREA AHU-
4 DUCT DETECTOR-NO 
ANSWER-SBE BANKS 
416-6780 KLR

Electrical



A Maceo Walker Middle 
(2740) 3A

RAPID START BULBS. Electrical

A Maceo Walker Middle 
(2740) 3A

The lights are flickering 
and the other side is stuck 
in the fixure and i can not 
change it looks like it might 
have burned in socket.

In the middle of main hall Electrical

A Maceo Walker Middle 
(2740) 3A

Bulb are burned out and 
needs replacing and they 
are about 20 feet in the air.

front lobby Electrical

A Maceo Walker Middle 
(2740) 3A

Please set bells for 
Amaceo Walker .

Electrical

A Maceo Walker Middle 
(2740) 3A

coil needs to be replaced 
to hang the school flag.

front of building Electrical

A Maceo Walker Middle 
(2740) 3A

lights needs replacing it is 
getting dark in the lobby.

font lobby Electrical

A Maceo Walker Middle 
(2740) 3A

3 ballast are out. plant manager office Electrical

A Maceo Walker Middle 
(2740) 3A

ELEVATOR SCHOOL CTR-
BALLAST INSIDE OF 
ELEVATOR FLICKERING-
ABOUT TO GO OUT-SBE 
BANKS 416-6780 KLR

Electrical



A Maceo Walker Middle 
(2740) 3A

Amaceo has 2 wall packs 
not burning out around the 
dumpter this is a safety 
issue please help us with 
this.

outside of building Electrical

A Maceo Walker Middle 
(2740) 3A

This is a safety issue it is  
very dark at 5:45am  in the 
morning please help me 
with this thanks.

underneath the bridgeway 
outside the back of cafet

Electrical

A Maceo Walker Middle 
(2740) 3A

Needs ballast replaced 
over the pumps.

bioler room Electrical

A Maceo Walker Middle 
(2740) 3A

 Outside lights cuts off to 
early and it is to dark on 
parking lot and this is 
unsafe.

Electrical

A Maceo Walker Middle 
(2740) 3A

Lights needs a ballast 
replaced. 

Boilerroom Electrical

A Maceo Walker Middle 
(2740) 3A

ballast needs replacing on 
the exploratory hall.

1st floor south Electrical

A Maceo Walker Middle 
(2740) 3A

ready start flouresent 
F32T8/ADV841/EW 4 
boxes.

Electrical

A Maceo Walker Middle 
(2740) 3A

I need bulbs lampara 
fluorescente lineal 
encendido rapido 28w 
281279

Electrical



A Maceo Walker Middle 
(2740) 3A

restroom needs ballast it is 
dark on one side.

Restroom (Boys) 1st floor Electrical

A Maceo Walker Middle 
(2740) 3A

door magnetic bar will not 
hold door open.

1st Floor south hall door Electrical

A Maceo Walker Middle 
(2740) 3A

ballast needs replacing in 
teacher lounge

Administration Area 1st north Electrical

A Maceo Walker Middle 
(2740) 3A

Needs to have someone to 
open the cover that is over 
the outside electrical 
outlet.

Parking Lot northside of building Electrical

A Maceo Walker Middle 
(2740) 3A

2 pole lights are out Parking Lot north /back Electrical

A Maceo Walker Middle 
(2740) 3A

Lights around the building 
is not comming on until 
late and it is to dark that 
makes it very dangerous.

Parking Lot Electrical

A Maceo Walker Middle 
(2740) 3A

This is were the dumptser 
is located.

Parking Lot side of biulding Electrical

A Maceo Walker Middle 
(2740) 3A

 wall pack lights are not 
burning on the back of 
building  and side of 
building were the 
dumpster is  located the 
bucket truck is needed 
because it is  several not 
burning thanks.

Parking Lot light is located on back 
north/west of gym

Electrical



A Maceo Walker Middle 
(2740) 3A

bucket truck is needed for 
outside lights.

Parking Lot side of building Electrical

A Maceo Walker Middle 
(2740) 3A

ballast has gone bad and 
room is dark this is a 
safety issue.

Gym girls locker room Electrical

A Maceo Walker Middle 
(2740) 3A

several ballast are out. Gym Boy's locker room Electrical

A Maceo Walker Middle 
(2740) 3A

Lights need to be replaced 
in the AUDITORIUM 14 is 
not burning please help 
me with this thanks.

Auditorium Electrical

A Maceo Walker Middle 
(2740) 3A

This is the second time the 
power have went out  and 
the principal wants to 
know what is causeing this 
to happen please help me 
this. 

Auditorium Electrical

A Maceo Walker Middle 
(2740) 3A

 All12 emergency in 
aduitorium will not come 
on.

Auditorium behind elevator Electrical

A Maceo Walker Middle 
(2740) 3A

Clocks needs to be 
repaired/ emergency light 
needs repair also.

Auditorium Electrical

A Maceo Walker Middle 
(2740) 3A

ballast needs to replaced. Classroom 205 2nd floor north Electrical



A Maceo Walker Middle 
(2740) 3A

This room needs a ballast 
the light is flickering.And 
this will need the lift.

Classroom bandroom Electrical

A Maceo Walker Middle 
(2740) 3A

2 ballast needs to be 
replaced in the teen living 
class this is were food is 
cook.

Classroom s111 Electrical

A Maceo Walker Middle 
(2740) 3A

Ballast is out in store 
please help me this 
problem.

Classroom bandroom Electrical

A Maceo Walker Middle 
(2740) 3A

Ballast needs replacing. Hallway/Corridor annex building Electrical

A Maceo Walker Middle 
(2740) 3A

Will not keep time it 
started off making a 
strange noise.

Hallway/Corridor band hall Electrical

A Maceo Walker Middle 
(2740) 3A

Fire doors will not stay 
open magnetic is not 
working.

Hallway/Corridor northhalls Electrical

A Maceo Walker Middle 
(2740) 3A

Needs a reciptical cover 
this could cause an 
accident these are visable 
wires.

Hallway/Corridor north hall Electrical

A Maceo Walker Middle 
(2740) 3A

needs 300watt long neck 
bulbs 15 we are copletly 
out.

Hallway/Corridor Electrical



A Maceo Walker Middle 
(2740) 3A

The hall outside the 
cafeteria is getting dark 
lights are needed to be 
replaced and they are very 
high over 12 feet.

Hallway/Corridor Electrical

A Maceo Walker Middle 
(2740) 3A

Needs light cover on light, 
if this bulb should fall this 
will  cause a very bad 
accident.

Hallway/Corridor outside of gym Electrical

A Maceo Walker Middle 
(2740) 3A

light is blinking needs 
ballast.

Hallway/Corridor 094 mechanical                                    Electrical

A Maceo Walker Middle 
(2740) 3A

Smoke door wil not stick to 
the magnetic plate.

Hallway/Corridor 2nd floor south Electrical

A Maceo Walker Middle 
(2740) 3A

Ballast needs to be 
replaced.

Hallway/Corridor 2nd floor south Electrical

A Maceo Walker Middle 
(2740) 3A

ballast needs replacing. Hallway/Corridor band hall Electrical

A Maceo Walker Middle 
(2740) 3A

Exit smoke doors smoke 
detector is dirty.

Hallway/Corridor 2nd floor Electrical

A Maceo Walker Middle 
(2740) 3A

Ballast needs replacing. Hallway/Corridor northside of building Electrical



A Maceo Walker Middle 
(2740) 3A

Smoke doors will not stick 
magnetic bar is not 
working

Hallway/Corridor 1st-2nd floor Electrical

A Maceo Walker Middle 
(2740) 3A

Clock is not keeping 
correct time.

Hallway/Corridor northeast Electrical

A Maceo Walker Middle 
(2740) 3A

Clock is not keeping time 
correct.

Hallway/Corridor outside gym doors Electrical

A Maceo Walker Middle 
(2740) 3A

Clock is not keeping 
correct time.

Hallway/Corridor 2nd floor southeast Electrical

A Maceo Walker Middle 
(2740) 3A

Clock do not work. Hallway/Corridor outside gym Electrical

A Maceo Walker Middle 
(2740) 3A

Clock is not working. Hallway/Corridor outside n102 Electrical

A Maceo Walker Middle 
(2740) 3A

Smoke door magnetic 
plate is not working.

Hallway/Corridor Electrical

A Maceo Walker Middle 
(2740) 3A

Emergency lights will not 
come on.

Hallway/Corridor on each side of elevators Electrical



A Maceo Walker Middle 
(2740) 3A

ballast needs replacing Hallway/Corridor northside  of building Electrical

A Maceo Walker Middle 
(2740) 3A

Emergency lights needs 
repair over case in lobby 
area.

Hallway/Corridor lobby Electrical

A Maceo Walker Middle 
(2740) 3A

ligts are out and they are 
over 12 feet in the air.

Stairway southeast stairs Electrical

A Maceo Walker Middle 
(2740) 3A

Ballast need replacing. Kitchen Electrical

A Maceo Walker Middle 
(2740) 3A

Clock is not keeping 
correct time outside 
principal office.

Administration Area Main office Electrical

A Maceo Walker Middle 
(2740) 3A

ballast needs replacing. Administration Area S 100 C Electrical

A Maceo Walker Middle 
(2740) 3A

clock is not working please 
me me with this.

Administration Area outside Assistant Principal Electrical

A Maceo Walker Middle 
(2740) 3A

Needs a ballast replaced. Administration Area attendance office Electrical



A Maceo Walker Middle 
(2740) 3A

Replaced 3 lights but 
fourth light will not come 
on this needs to be 
checked.

Administration Area main office Electrical

A Maceo Walker Middle 
(2740) 3A

Ballast needs to be 
replaced.

Mechanical Room Boilerroom Electrical

A Maceo Walker Middle 
(2740) 3A

Amaceo  walker has 8 wall 
pack lights are not burning 
this makes if very dark on 
the parking lot this is a 
safety issue please help 
me with this.

around the side of building Electrical

A Maceo Walker Middle 
(2740) 3A

2 lights are out and this is 
were the planet manager 
enters thie building ,and it 
is so dark that you can not 
see your keys.

underneath back 
bridgeway 

Electrical

A Maceo Walker Middle 
(2740) 3A

5 lights are out and it is not 
light enough to have a 
game are function.

gym Electrical

A Maceo Walker Middle 
(2740) 3A

Needs bulb for school 
fluorescente rapido.

Electrical

A Maceo Walker Middle 
(2740) 3A

Needs ballast replaced electric room 1st floor Electrical

A Maceo Walker Middle 
(2740) 3A

Stanley doors are not 
working.

front doors Electrical



A Maceo Walker Middle 
(2740) 3A

per ms banks 416-6780 
there is an emergency 
light hanging by a wire in 
the auditorium

Electrical

A Maceo Walker Middle 
(2740) 3A

per ms banks 416-6780 no 
lights in auditorium and 
there is program at 8:00 
a.m. today

Electrical

A Maceo Walker Middle 
(2740) 3A

corr smoke boor / smoke 
Detector
2-70 Dirty

1st Floor Choir Area Electrical

A Maceo Walker Middle 
(2740) 3A

This closet is almost dark 
the ballast needs 
replacing.

1st Floor electrical Electrical

A Maceo Walker Middle 
(2740) 3A

AHU -  #11 &  #12, 
THEY'RE IN ALARM - 
PM/BANK 416-6780

Electrical

A Maceo Walker Middle 
(2740) 3A

RECEPTACLES RM S111 
TEEN LIVING-HAVE NO 
POWER TO THEM-WILL 
NEED-PLANT MGR 
BANKS 416-1030 KLR

Electrical

A Maceo Walker Middle 
(2740) 3A

The 5 lights in the gym are 
not burning please help 
me with this. 

gym Electrical

A Maceo Walker Middle 
(2740) 3A

Needs to have 5 damaged 
light fixtures replaced this 
is a safety issue it for 
cafeteria worker it be dark 
and no light.

outside Electrical



A Maceo Walker Middle 
(2740) 3A

POWER OUTAGE - 
COMPLETELY OUT - 
PM/BANKS 416-6780

Electrical

A Maceo Walker Middle 
(2740) 3A

ballast humming in main 
hallway this sound is very 
annoying please help 
Amaceo with this problem.

main hallway Electrical

A Maceo Walker Middle 
(2740) 3A

PARTIAL POWER 
OUTAGE INCLUDING 
THE GENERATOR - 
PM/BANKS

Electrical

A Maceo Walker Middle 
(2740) 3A

RECIPTICALS ON THE 
SOUTHSIDE OF WALLS 
DO NOT WORK AND I 
CHECKED BREAKER 
AND CAN NOT FIXED 
THE PROBLEM.

CAFETERIA Electrical

A Maceo Walker Middle 
(2740) 3A

please set me for daylight 
saving time thanks.

Electrical

A Maceo Walker Middle 
(2740) 3A

Two lights are not burning. walkway from cafeteria to 
annex

Electrical

A Maceo Walker Middle 
(2740) 3A

fire alarm keeps going off 
says duct detector 
cafeteria per Ms. Banks 
416-6780

Electrical

A Maceo Walker Middle 
(2740) 3A

   check all light on park in 
zone 3/a 

Electrical



A Maceo Walker Middle 
(2740) 3A

    change all clock in zone 
3/a set bell with clock

Electrical

A Maceo Walker Middle 
(2740) 3A

There are (5) broken door 
magnets according to
the fire alarm inspection 
report.

Electrical

A Maceo Walker Middle 
(2740) 3A

Plant manager Ms. Banks 
needs to know how to 
operate the fire alarm 
system, fire drills, 
silencing, resetting and 
keys to reset pull stations.
Please call Plant manager 
to schedule (Ms.Banks 

Electrical

A Maceo Walker Middle 
(2740) 3A

Bypass ballasts and 
replace lamps in all 
common area can lights.

Electrical

A Maceo Walker Middle 
(2740) 3A

Monthly - Filter-A Maceo 
Walker Middle - Refer to 
PM schedule details.

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

A/C IN RM S204-NOT 
COOLING-PLANT MGR 
BANKS 416-6780 KLR

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

AHU-1 SOUTH SIDE OF 
2ND FLR, AHU-2 NORTH 
SIDE OF 2ND FLR, FCU 
RM S111, & LIBRARY-ALL 
NOT COOLING-PLANT 
MGR BANKS 416-6780 
KLR

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

A/C ENTIRE 2ND FLR 
ABOUT 12-13 RMS-NOT 
COOLING-PLANT MGR 
BANKS 416-1030 KLR

Heating/Ventilation /Air 
Conditioning



A Maceo Walker Middle 
(2740) 3A

HEAT RM S202-
OVERHEATING, TEMP IS 
73-MAKING TEACHER 
SICK-PLANT MGR 
BANKS 416-1030 KLR

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

AHU-1 & AHU-9-BOTH 
ARE IN ALARM-PLANT 
MGR BANKS 416-1030 
KLR

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

RTU-090-NOT COOLING-
PLANT MGR BANKS 416-
1030 KLR

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

HEAT LIBRARY AREA-
NOT HEATING-THEY 
ARE HAVING A MEETING 
IN AREA-PLANT MGR 
BANKS 416-1030 KLR

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

PUMP 7 MECH RM GYM 
AREA & PUMP-8 MECH 
RM GYM AREA-BOTH 
HAVE TRIPPED, NOT 
COMING ON CAUSING 
NO HEATING FOR GYM 
AREA-PLANT MGR 
BANKS 416-1030 KLR

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

HEAT LIBRARY FAMILY 
RESOURCE RM-NOT 
HEATING-PLANT MGR 
BANKS 416-3068 KLR

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

chiller is in alarm.
PLANT MGR-
BANKS/416.1030

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

Monthly - Filter-A Maceo 
Walker Middle - Refer to 
PM schedule details.

Heating/Ventilation /Air 
Conditioning



A Maceo Walker Middle 
(2740) 3A

Monthly - Filter-A Maceo 
Walker Middle - Refer to 
PM schedule details.

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

Monthly - Filter-A Maceo 
Walker Middle - Refer to 
PM schedule details.

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

RTU #13 leaking in 
auditorium per Ms. Banks 
416-6780

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

A/C UNIT #6 NOT 
COOLING IN SBE 
OFFICE (NO ID).

SBE-BANKS/416-1030

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

the following rooms are 
blowing cold air per Ms. 
Banks 416-6780 #3, 4, 9, 
6, 7, 1, 2, 13

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

per ms mcfarlane 416-
1030 the library is blowing 
cold air and they are 
suppose to have a 
meeting in there this 
afternoon

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

per ms banks 416-6780 
room S122 blowing cold

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

per ms banks  416-6780 
AHU #1, #9, 11, #12 in 
alarm

Heating/Ventilation /Air 
Conditioning



A Maceo Walker Middle 
(2740) 3A

per Ms. Banks 416-6780 
room N100E that is inside 
of the library is blowing 
cold

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

gym is blowing cold air per 
Ms. Banks 416-6780

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

PUMP#2 IS NOT COMING 
ON.  SBE BANKS 416-
1030 

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

AHU -  #10, BLOWING 
NOT COOLING - 
PM/BANK 416-6780

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

UNITS ARE NOT 
COOLING THE  2ND 
FLOOR SOUTH. SBE 
BANKS  416-3068

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

CHILLER - IN ALARM - 
PM/BANKS 416-6780

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

UNIT IS OVERHEATING 
THRU ENTIRE 8TH 
GRADE HALL 2ND FLR
PLANT MGR-
BANKS/416.1030

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

HEAT LIBRARY-
OVERHEATING, TEMP IS 
86-PLANT MGR BANKS 
416-1030 KLR

Heating/Ventilation /Air 
Conditioning



A Maceo Walker Middle 
(2740) 3A

HEAT ENTIRE 8TH GR 
HALL-OVERHEATING, 
SBE DOES NOT KNOW 
THE TEMP-PLANT MGR 
BANKS 416-3068 KLR

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

AHU#3, 40 NOT HEATING 
IN CAFE. 
PLANT MGR-
BANKS/416.1030

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

HEAT LIBRARY-NOT 
HEATING-PLANT MGR 
BANKS 416-6780 KLR

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

UNIT IS OVERHEATING 
THRU ENTIRE 2ND FLR .
PLANT MGR-
BANKS/416.3068

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

AHU #2 is in alarm and it 
covers 2nd floor north per 
Ms. Banks 416-6780

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

Roof top #13, AH#2, 
AH#1, Room 203 N, 202 
S, 201 S, 203 S, 205 S, 
204 S all are not cooling 
per Ms. Banks
416-6780

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

repair chiller Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

N105 unit making loud 
noise per Ms. Banks 416-
6780

Heating/Ventilation /Air 
Conditioning



A Maceo Walker Middle 
(2740) 3A

Entire school has no a/c
per Mary Banks 416-6780

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

Air Handler #2 (equip 
#363097) is not coming on
Ms. Banks 416-6780

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

Replace drill for Cassius 
Threat.

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

change filters Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

Monthly - Oil Lube & Belt-
A Maceo Walker Middle - 
Refer to PM schedule 
details.

Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

Needs filter change now. Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

Time for filter change. Heating/Ventilation /Air 
Conditioning

A Maceo Walker Middle 
(2740) 3A

Needs to be striped and 
made to identify principal 
parking area.

Parking Lot back of school Painting



A Maceo Walker Middle 
(2740) 3A

Please help us to keep 
Amaceo looking nice.

differnt area Painting

A Maceo Walker Middle 
(2740) 3A

The restroom has lots of 
rusty petition,and this is 
not safe for the students. 

restrooms Painting

A Maceo Walker Middle 
(2740) 3A

This room needs painting 
bad.

Classroom S205 Painting

A Maceo Walker Middle 
(2740) 3A

paint lines on football field Painting

A Maceo Walker Middle 
(2740) 3A

paint lines on football field Painting

A Maceo Walker Middle 
(2740) 3A

      paint metal for drain. Painting

A Maceo Walker Middle 
(2740) 3A

paint lines on football field Painting

A Maceo Walker Middle 
(2740) 3A

COMMODE MAIN OFC 
RR-NOT FLUSHING, HAS 
STUFF IN IT-PLANT MGR 
BANKS 416-1030 KLR

Plumbing



A Maceo Walker Middle 
(2740) 3A

PIPE HAS A HOLE IN IT 
UNDER SINK IN RM S111-
WATER LEAKING OUT 
ON FLR-PLANT MGR 
BANKS 416-1030 KLR

Plumbing

A Maceo Walker Middle 
(2740) 3A

FLOOR DRAIN STOPPED 
UP & HOT WATER TANK 
LEAKING IN CUST 
CLOSET #098J ACROSS 
FROM BANDRM-PLANT 
MGR WATKINS KLR

Plumbing

A Maceo Walker Middle 
(2740) 3A

WATER FOUNTAIN 6TH 
GR HALL-HAS WATER 
POURING FROM SPOUT, 
CAN'T CUT OFF-PLANT 
MGR BANKS 416-1030 
KLR

Plumbing

A Maceo Walker Middle 
(2740) 3A

FOUNTAIN WONT SHUT 
OFF IN TEACHERS' 
LOUNGE 2ND FLR 
NORTH HALL
PLANT MGR-
BANKS/416.1030

Plumbing

A Maceo Walker Middle 
(2740) 3A

sink is leaking. Concession Stand across from gym Plumbing

A Maceo Walker Middle 
(2740) 3A

Has a bad odor and it is it 
might be the drain thanks.

Concession Stand Plumbing

A Maceo Walker Middle 
(2740) 3A

Water is leaking around 
the handle of the unrinal 
and is keeping the floor 
wet at all times this is not 
safe please help me with 
this.

Restroom (Girls) 2nd floor south Plumbing

A Maceo Walker Middle 
(2740) 3A

The handicap towlet is 
stopped up and we have 
tried to unstop and but 
was not successful.

Restroom (Girls) first floor north Plumbing



A Maceo Walker Middle 
(2740) 3A

Water is comming from the 
pipe that comes of the top 
of urinal.

Restroom (Boys) 1st floor in front of Gym. Plumbing

A Maceo Walker Middle 
(2740) 3A

towlet needs to bolted to 
the floor and seat needs 
replacing this is a safety 
issue thanks.

Restroom (Boys) off from lobby Plumbing

A Maceo Walker Middle 
(2740) 3A

water is dripping really 
bad.

Restroom (Boys) norththside of building Plumbing

A Maceo Walker Middle 
(2740) 3A

water is dripping very bad Restroom (Boys) Plumbing

A Maceo Walker Middle 
(2740) 3A

 Water leaks from around 
the pipe that connects.

Restroom (Boys) 2nd floor Plumbing

A Maceo Walker Middle 
(2740) 3A

water is dripping very bad Restroom (Boys) southside of building Plumbing

A Maceo Walker Middle 
(2740) 3A

Keep flushing and 
flushing.

Restroom (Boys) 2nd floor south Plumbing

A Maceo Walker Middle 
(2740) 3A

towlet seat cover. Administration Area 2foor lounge Plumbing



A Maceo Walker Middle 
(2740) 3A

Needs to toilet seat is 
broken.

Administration Area 1s floor north Teacher 
lounge

Plumbing

A Maceo Walker Middle 
(2740) 3A

Stopped up have tried 
everything please help me 
with this.

Administration Area 2nd floor north teacher 
lounge

Plumbing

A Maceo Walker Middle 
(2740) 3A

Needs a toilet seat replace 
this one is broken.

Administration Area 2nd floor north teacher 
lounge

Plumbing

A Maceo Walker Middle 
(2740) 3A

Hot water tank is leaking. Gym equipment room Plumbing

A Maceo Walker Middle 
(2740) 3A

water cooler needs to be 
repaired so students can 
get water.

Hallway/Corridor 2 nd floor south Plumbing

A Maceo Walker Middle 
(2740) 3A

Water cooler needs to be 
repaired water shoots 
outside the fountain on the 
floor this will cause an 
accident

Hallway/Corridor front lobby Plumbing

A Maceo Walker Middle 
(2740) 3A

handle needs to be 
replaced on sink will not 
cut water completly off.

Hallway/Corridor 2nd floor girls/boys hand 
sink

Plumbing

A Maceo Walker Middle 
(2740) 3A

water is dripping very bad Hallway/Corridor annex Plumbing



A Maceo Walker Middle 
(2740) 3A

hot water tank is very loud. Kitchen storage room Plumbing

A Maceo Walker Middle 
(2740) 3A

Drain is backing up out of 
the floor.

Custodial Closet exploratory hall Plumbing

A Maceo Walker Middle 
(2740) 3A

COMMODE G RR 2ND 
FLR-STOPPED UP-
PLANT MGR BANKS 416-
3068 KLR

Plumbing

A Maceo Walker Middle 
(2740) 3A

WATER TANK IS 
LEAKING WATER 1ST 
FLR
PLANT MGR-
BANKS/416.3068

Plumbing

A Maceo Walker Middle 
(2740) 3A

per Ms. Banks 416-6780 
the special education room 
S120 has a stopped up 
toilet in the room and it is 
needed for the special 
needs children

Plumbing

A Maceo Walker Middle 
(2740) 3A

water cooler is leaking . 2nd Floor south next to lounge Plumbing

A Maceo Walker Middle 
(2740) 3A

TOILET IS 
OVERFLOWING IN MAIN 
OFFICE
PLANT MGR-
BANKS/416.1030

Plumbing

A Maceo Walker Middle 
(2740) 3A

cooler is not working. 363-
038

front lobby Plumbing



A Maceo Walker Middle 
(2740) 3A

COMMODE - 1ST FLR 
SOUTH SIDE G RR - 
LEAKING BAD - HAD TO 
CUT WTR OFF  - 
PM/BANKS 416-6780

Plumbing

A Maceo Walker Middle 
(2740) 3A

DRAIN IS SMELLIN 
REALLY BAD.

Plumbing

A Maceo Walker Middle 
(2740) 3A

MOP SINK IS BACKING 
UP 1ST FLR BY BAND 
HALL.
PLANT MGR-
BANKS/416.1030

Plumbing

A Maceo Walker Middle 
(2740) 3A

COMMODE STOPPED 
UP G RR NORTH 
HANDICAP STALL PER 
SBE-PLANT MGR BANKS 
416-1030 KLR

Plumbing

A Maceo Walker Middle 
(2740) 3A

            back flow test Plumbing

A Maceo Walker Middle 
(2740) 3A

       back flow test Plumbing

A Maceo Walker Middle 
(2740) 3A

     back flow test Plumbing

A Maceo Walker Middle 
(2740) 3A

      test back flow . Plumbing



A Maceo Walker Middle 
(2740) 3A

Unstop gutter downspouts Plumbing

A Maceo Walker Middle 
(2740) 3A

3 compartment sink 
stripped and water is 
constantly flowing and 
cannot cut off per Ms. 
Banks 416-6780

Plumbing

A Maceo Walker Middle 
(2740) 3A

         back fow test Plumbing

A Maceo Walker Middle 
(2740) 3A

       back flow test Plumbing

A Maceo Walker Middle 
(2740) 3A

Leak in main office. inside the main office Roof

A Maceo Walker Middle 
(2740) 3A

PIPE - MAIN OFC 
CEILING - LEAKING - 
PM/BANKS 416-6780

Roof

A Maceo Walker Middle 
(2740) 3A

This room has lots of 
important files.

Administration Area resource room 1 floor Roof

A Maceo Walker Middle 
(2740) 3A

water is leaking in the 
office please help with this 
thanks.

Administration Area inside main office Roof



A Maceo Walker Middle 
(2740) 3A

leaking in several areas. Cafeteria southside of building Roof

A Maceo Walker Middle 
(2740) 3A

Tiles were replaced and 
the roof is continuing to 
leak after a month of tile 
being replaced please help 
me get this problem 
resolved thanks. 

Cafeteria Roof

A Maceo Walker Middle 
(2740) 3A

This cafeteria has 
continued to leak even 
after being repaired so 
please help me with this 
problem.

Cafeteria Roof

A Maceo Walker Middle 
(2740) 3A

It leaks if it rain. Cafeteria Roof

A Maceo Walker Middle 
(2740) 3A

 Second request this leak 
was worked on but not 
fixed it remains to leak, 
and these tiles was just 
changed.

Cafeteria Roof

A Maceo Walker Middle 
(2740) 3A

Roof Leak! Gym In the entry door Roof

A Maceo Walker Middle 
(2740) 3A

water is comming in bad if 
it rain.

Library across from main office Roof

A Maceo Walker Middle 
(2740) 3A

roof is leaking in two 
places very bad.

Auditorium Roof



A Maceo Walker Middle 
(2740) 3A

leaking roof. Hallway/Corridor outside cafeteria Roof

A Maceo Walker Middle 
(2740) 3A

leaking in several area. Hallway/Corridor outside cafeteria Roof

A Maceo Walker Middle 
(2740) 3A

These tiles was replaced a 
month ago after leak was 
worked on and we are 
leaking again please help 
me with leak please.

Hallway/Corridor out of cafeteria Roof

A Maceo Walker Middle 
(2740) 3A

Second request this leak 
was worked on, but it 
remains leaking.

Hallway/Corridor Roof

A Maceo Walker Middle 
(2740) 3A

Roor is leaking ,this was 
woked on a month ago.

Main office Roof

A Maceo Walker Middle 
(2740) 3A

Leaking inside one the 
office in main office

1st Floor inside the main office Roof

A Maceo Walker Middle 
(2740) 3A

This leak has never leaked 
before but may due to 
heavy rain it is comming in 
please help with problem.

Assistants principal office Roof

A Maceo Walker Middle 
(2740) 3A

Second request roof  
remaind leaking and it not 
healthy to continue to leak 
water in as office staff 
continue to work.

Main office Roof



A Maceo Walker Middle 
(2740) 3A

Hatch needs to be repair 
lock is not working.

Mechanical Room Sheet Metal

A Maceo Walker Middle 
(2740) 3A

Needs medal brace 
around door intercom 
speaker so it will not get 
torn off the wall again.

front entry door Sheet Metal

A Maceo Walker Middle 
(2740) 3A

 The drain pipes around 
the school are busted and 
water is coming out very 
fast everywhere please 
help our school with this 
problem. 

Sheet Metal



Count of Craft Craft
Location Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Balmoral/Ridgeway ES (2610) 3B 3 25 29 22 12 14 3 1 109
Grand Total 3 25 29 22 12 14 3 1 109



Location Request Description Submittal Date Area Description Area Number Craft
Balmoral/Ridgeway ES 
(2610) 3B

new office needs computer 
internet drops computers

2/28/14 Administration Area I.B.&P.L.C. officenew Cabling

Balmoral/Ridgeway ES 
(2610) 3B

 this area needs additional 
outlets for computers this 
area is being turned into 
computer lab.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

3/20/14 1st Floor classroom area N/W Cabling

Balmoral/Ridgeway ES 
(2610) 3B

This area needs computer 
drops for computer lab 
being put in this area.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

3/20/14 1st Floor N/W corner classroom Cabling

Balmoral/Ridgeway ES 
(2610) 3B

please put covebase 
around the bottom of wall 
in all the classroom on the 
north wall.

6/24/14 Classroom northside of building Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

OUTSIDE DOOR CANT 
SECURE, BACK EAST-
SIDE
PLANT MGR-
MILLS/416.2128

8/8/13 Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

The new principle at 
Balmoral/Ridgeway is 
requesting that cork board 
be put in her office.

8/9/13 Administration Area principle office Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

please put a marker board 
in this office,as requested 
by new principle.

8/9/13 Administration Area PDIF  office Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

The main entrance doors 
needs some type of 
weather  stripping on the 
bottom of the door,their is 
a 3/4 " gap in the bottom of 
the doors.

10/25/13 Administration Area Main Entrance Carpentry



Balmoral/Ridgeway ES 
(2610) 3B

The door that leads to the 
entrance needs weather 
stripping on the bottom of 
the door to this office.

10/25/13 Administration Area guidance room Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

HOLE FORMING FROM 
FLR SOUTH-WEST 
CORNER.
PLANT MGR-
MILLS/416.2128

1/24/14 Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

The mailboxes needs to 
be put back on the 
wall,where they were 
taken down to paint,but 
wrer never put back.

1/27/14 1st Floor teachers lounge Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

install tack boards on walls 2/3/14 1st Floor teachers lounge Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

install flag mounts 2/3/14 1st Floor entryway Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

sub floor is giving away at 
the back door of the 
portable.

2/4/14 1st Floor 2nd portable-music Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

please have carpentors to 
come out  and put up new 
wall in office.

2/5/14 Administration Area old S.B.E.old office Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

please send plywood 2/6/14 1st Floor S.B.E. office Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

water is coming in around 
the windows,its where the 
painters scraped the frame 
when they painted.

2/7/14 Administration Area front entrance Carpentry



Balmoral/Ridgeway ES 
(2610) 3B

FRONT ENTRY DOOR, 
CANT SECURE
PLANT MGR-
MILLS/416.2128

4/10/14 Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

please put cove base in 
this office , where the 
office was turn into a new 
office.

4/14/14 Administration Area PLC office Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

this  office was redone for 
I.B. instructor ,it needs 
cove base around yhe 
bottom of these offices.

4/14/14 Administration Area I.B. instructor Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

there expose wires in 
these needs a covering 
built around them

4/14/14 Administration Area I.B. instructor office Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

Ceiling tile has collapsed 
in two rooms.

4/28/14 Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

The floor is givivng at the 
front entrance of the 
portable. This is very 
hazardous for all .please 
fix as soon as possible.

5/9/14 Portables 1st portables Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

the floor is rottening at the 
back door ,please fix as 
soon as possible.

5/9/14 Portables 2nd portable Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

per ms mills 416-2128 the 
back door won't close

5/12/14 Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

name placards for main 
office

7/24/13 Administration Area main office Carpentry



Balmoral/Ridgeway ES 
(2610) 3B

shelves are need for plant 
manager office that is 
being moved to another 
area of school.

7/24/13 Custodial plant manager office Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

shelves/cabinets for 
finanical secretary office.

7/24/13 Administration Area financial secretary Carpentry

Balmoral/Ridgeway ES 
(2610) 3B

bells needs to be set for 
new school year.

7/31/13 Administration Area main office Electrical

Balmoral/Ridgeway ES 
(2610) 3B

I need long flouresent 
starter bulbs for school

8/8/13 1st Floor entire school Electrical

Balmoral/Ridgeway ES 
(2610) 3B

please reset main clock 
the clock is off.

8/8/13 1st Floor main office Electrical

Balmoral/Ridgeway ES 
(2610) 3B

The school flag is stuck in 
half mass, it will not go up 
or down please send 
someone as soon as 
possible.

8/26/13 Electrical

Balmoral/Ridgeway ES 
(2610) 3B

The lament machine is not 
working .

10/2/13 Administration Area Teachers Breakroom Electrical

Balmoral/Ridgeway ES 
(2610) 3B

ballast blown in serving 
line area

10/23/13 Cafeteria servicing line Electrical

Balmoral/Ridgeway ES 
(2610) 3B

ballast blown inside 
classroom area

10/23/13 1st Floor hallway S/E entrance Electrical



Balmoral/Ridgeway ES 
(2610) 3B

ballast blown in serving 
line area

10/24/13 Cafeteria serving line Electrical

Balmoral/Ridgeway ES 
(2610) 3B

ballast blown in third grade 
area

10/24/13 1st Floor third grade area Electrical

Balmoral/Ridgeway ES 
(2610) 3B

Set timer for outside lights. 11/8/13 Electrical

Balmoral/Ridgeway ES 
(2610) 3B

there is three ballast blown 
in this part of building this 
is a open classroom 
school.

11/20/13 Classroom n/w side of bldg. Electrical

Balmoral/Ridgeway ES 
(2610) 3B

ballast blown in men 
restroom teachers lounge.

11/22/13 Administration Area men restroom teachers 
lounge

Electrical

Balmoral/Ridgeway ES 
(2610) 3B

RTU NOT COMING ON IN 
CAFE.
PLANT MGR-
MILLS/416.2128

11/25/13 Electrical

Balmoral/Ridgeway ES 
(2610) 3B

please put two electrical 
outlets in the teachers 
lounge

1/9/14 1st Floor Teachers Lounge Electrical

Balmoral/Ridgeway ES 
(2610) 3B

Please put two electrical 
outllets in the plant 
managers office.

1/9/14 1st Floor S.B.E. office Electrical

Balmoral/Ridgeway ES 
(2610) 3B

This new office needs 
eletrical outlet put in it.

2/28/14 Administration Area P.L.C.&I.B. office Electrical



Balmoral/Ridgeway ES 
(2610) 3B

This office was made into 
two offices need more light

3/20/14 1st Floor old S.B.E. office Electrical

Balmoral/Ridgeway ES 
(2610) 3B

ballast blown in this area 4/2/14 1st Floor N/Wcorner of bldg. Electrical

Balmoral/Ridgeway ES 
(2610) 3B

all exits lights are out 
,needs to be replace 
requested by Fire Marshall 
Moody

4/25/14 1st Floor all exit lights Electrical

Balmoral/Ridgeway ES 
(2610) 3B

Its not the exit lights it is 
the emergency lights in the 
girls restroom S/E corners 
of bldg.

4/25/14 1st Floor all emergency lights Electrical

Balmoral/Ridgeway ES 
(2610) 3B

POWER OUTAGE THRU 
ENTIRE BLDG
PLANT MGR-
MILLS/409.3170

4/28/14 Electrical

Balmoral/Ridgeway ES 
(2610) 3B

Repair lights in the library. 4/29/14 Electrical

Balmoral/Ridgeway ES 
(2610) 3B

Reset master clock. 4/29/14 Electrical

Balmoral/Ridgeway ES 
(2610) 3B

please replace front 
entrance light fixture they 
are very dim.

5/1/14 1st Floor front entrance Electrical

Balmoral/Ridgeway ES 
(2610) 3B

this area needs to be 
rewired for light fixture.

5/1/14 Classroom N/W corner of bldg. Electrical



Balmoral/Ridgeway ES 
(2610) 3B

9  Bad Ballast Bulbs in 3rd 
& 5th grade areas.

5/30/14 Classroom 3rd & 5th Grades Electrical

Balmoral/Ridgeway ES 
(2610) 3B

4 Bad Ballast Bulbs need 
repair.

5/30/14 Administration Area Main Office Area Electrical

Balmoral/Ridgeway ES 
(2610) 3B

BULBS!!!! please send 
BULBS for school

6/6/14 1st Floor entire school Electrical

Balmoral/Ridgeway ES 
(2610) 3B

POWER OUTAGE THRU 
BLDG ( TECH HAS 
ALREADY RESOLVED 
THE ISSUE)
PLANT MGR-
MILLS/416.2128

6/9/14 Electrical

Balmoral/Ridgeway ES 
(2610) 3B

Monthly - Filter-
Ridgeway/Balmoral 
Elementary - Refer to PM 
schedule details.

7/22/13 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

UNIT COMING ON IN 
PORT-271.
PLANT MGR-MILLS/416-
3170

7/29/13 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

RTU NOT COMING ON IN 
NORTHEAST CORNER 
OF BLDG 1ST GRADE 
CLASS
PLANT MGR-
MILLS/416.2128

8/23/13 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

RTU CAFE AREA-NOT 
COMING ON-PLANT 
MGR MILLS 416-2128 
KLR

8/27/13 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

RTU NOT COOLING IN 
CAFE.
PLANT MGR-
MILLS/416.2128

9/5/13 Heating/Ventilation /Air 
Conditioning



Balmoral/Ridgeway ES 
(2610) 3B

Portables 3 and 271 the 
a/c is not working at all per 
Ms. Mills 416-2128

9/9/13 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

A/C CAFE AREA-NOT 
COMING ON-PLANT 
MGR MILLS 416-2128 
KLR

9/18/13 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

the a/c unit over the 2nd 
grade classrooms is 
making a really loud noise 
per Ms. Mills 416-2128

9/26/13 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

Monthly - Oil Lube & Belt-
Ridgeway/Balmoral Elem. - 
Refer to PM schedule 
details.

11/11/13 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

Monthly - Filter-
Ridgeway/Balmoral 
Elementary - Refer to PM 
schedule details.

11/25/13 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

UNIT HAS A BURNING 
SMELL IN PORT-2
PLANT MGR-
MILLS/416.2128

12/2/13 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

per Ms. Mills 416-2128 
cafeteria is blowing cold 
air

12/9/13 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

BOILER NOT COMING 
ON PER PRINCIPAL-
CALLED IN BY PRIN S 
BEARD 416-2128 KLR

1/3/14 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

HEAT MAIN OFC-NOT 
COMING ON-PLANT 
MGR NEAL 416-2128 KLR 

1/8/14 Heating/Ventilation /Air 
Conditioning



Balmoral/Ridgeway ES 
(2610) 3B

RTU NOT HEATING IN 
2ND GRADE AREA.
PLANT MGR-
MILLS/416.2128

1/23/14 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

GAS SMELL THRU 
SOUTH-WEST CORNER.
PLANT MGR-
MILLS/416.2128

1/24/14 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

UNIT NOT HEATING IN 
CAFE
PLANT MGR-
MILLS/416.2128

3/7/14 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

Monthly - Filter-
Ridgeway/Balmoral 
Elementary - Refer to PM 
schedule details.

3/24/14 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

UNIT NOT COOLING IN 
PORT-4
PLANT MGR-
MILLS/416.2128

4/22/14 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

RTU'S NOT COOLING 
ENTIRE BLDG PER SBE-
PLANT MGR MILLS 416-
2128 KLR

5/6/14 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

A/C - PORT #271 
BLOWING NOT 
COOLINGN - PM/HURST 
416-2128

5/20/14 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

Monthly - Oil Lube & Belt-
Ridgeway/Balmoral Elem. - 
Refer to PM schedule 
details.

6/9/14 Heating/Ventilation /Air 
Conditioning

Balmoral/Ridgeway ES 
(2610) 3B

sidewalk needs 
sandblasting there is black 
mold on the sidewalk.

8/9/13 Grounds outside main entrance Painting



Balmoral/Ridgeway ES 
(2610) 3B

The outside of the main 
building needs painting,the 
painting is peeling on the 
entire building.

7/24/13 Courtyard main building Painting

Balmoral/Ridgeway ES 
(2610) 3B

please paint the yellow 
lines back on the curves  
of the sidewalks

6/19/14 Grounds curves on sidewalk Painting

Balmoral/Ridgeway ES 
(2610) 3B

please paint parking 
spaces on the parking lot

6/19/14 Parking Lot entire area Painting

Balmoral/Ridgeway ES 
(2610) 3B

The new principle here 
has requested the office 
be painted.

7/24/13 Administration Area main office Painting

Balmoral/Ridgeway ES 
(2610) 3B

front and back 
foyersneeds painting,paint 
is peeling in these areas.

7/24/13 Hallway/Corridor foyers front/back Painting

Balmoral/Ridgeway ES 
(2610) 3B

new principle at 
Balmoral/Ridgeway Elem. 
is requesting that main 
office and main foyer be 
painted.

8/9/13 Administration Area main off and foyer Painting

Balmoral/Ridgeway ES 
(2610) 3B

please paint the main 
office and entrance of 
school(per NEW principle 
request)

8/16/13 Administration Area main office Painting

Balmoral/Ridgeway ES 
(2610) 3B

PAINT OUTSIDE 
ENTRANCE CANOPY , 
DOORS,AND BEAMS

12/9/13 Painting

Balmoral/Ridgeway ES 
(2610) 3B

PAINT HALL WALLS, 
DOORS AND TRIM

12/9/13 Painting



Balmoral/Ridgeway ES 
(2610) 3B

paint new wall in office 2/19/14 Painting

Balmoral/Ridgeway ES 
(2610) 3B

the building was half 
painted ,this winter please 
paint the other of building.

6/19/14 1st Floor entire building Painting

Balmoral/Ridgeway ES 
(2610) 3B

faucets are leaking very 
bad in the girls restroom 
,they are leaking at a 
steady stream.

8/23/13 Restroom (Girls) N/E side of BULIDG. Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

SINK WATER WONT 
SHUT OFF IN G/RR  
PLANT MGR-
MILLS/416.2128

8/28/13 Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

the urinal in the boys 
restroom in leakin from the 
flush valve.

9/18/13 Restroom (Boys) eastside in back Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

URINAL IS 
OVERFLOWING IN B/RR  
SOUTHWEST BACK.
PLANT MGR-
MILLS/416.2128

11/6/13 Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

TOILET VALVE IS 
LEAKING WATER IN 
G/RR SOUTHEAST 
BLDG.
PLANT MGR-
NELSON/416.3086

11/20/13 Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

the 3rd stall in the girls 
restroom has a leaking 
valve the water is covering 
the floor when you flush 
the toliet.

12/2/13 Restroom (Girls) N/Eside of building Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

the urinal in the middle is 
stopped up

12/19/13 Restroom (Boys) S/E side of bldg. Plumbing



Balmoral/Ridgeway ES 
(2610) 3B

COMMODE G RR 1ST 
FLR SW CORNER-WON'T 
FLUSH-HAS FECES IN IT 
PER SBE-PLANT MGR 
MILLS 416-2128 KLR

1/17/14 Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

2-COM SINK IS LEAKING 
IN KITCHEN
PLANT MGR-
HOOKER/416.2128

3/18/14 Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

girls toliet is stopped up I 
cannot unstop it The first 
stall.

4/11/14 Restroom (Girls) R/R  back entrance by 
cafe.

Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

all the fauets in this 
restroom are running you 
cannot turn them off.

4/14/14 Restroom (Boys) N/Wside of building Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

fauets will not turn off it is 
running full force.

4/14/14 Restroom (Girls) S./W. side of buildg. Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

Toilet in boy's restroom 
next to cafeteria need 
unstopping. Thanks for 
your help in this matter.

5/15/14 Restroom (Boys) next to cafeteria Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

2nd Faucet running water 
constantly.

5/29/14 Restroom (Boys) At the Cafeteria Plumbing

Balmoral/Ridgeway ES 
(2610) 3B

Per Gloria Mills 416-2128 
roof hatch in closet by 
library has come off and it 
is raining inside building

7/31/13 Roof

Balmoral/Ridgeway ES 
(2610) 3B

roof is leaking in this office 
again.

1/15/14 1st Floor library area 2nd office Roof



Balmoral/Ridgeway ES 
(2610) 3B

Repair roof leak 4/30/14 Roof

Balmoral/Ridgeway ES 
(2610) 3B

there are electrial boxes in 
this office that needs a 
covering ,built around 
them

4/14/14 Administration Area P.L.C. office Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Belle Forest ES (8365) 3B 9 1 44 24 13 2 15 11 1 120
Grand Total 9 1 44 24 13 2 15 11 1 120



Location Request Description Submittal Date Area Description Area Number Craft
Belle Forest ES (8365) 3B There is a need for some 

paws to be created inside 
a circle in front of the 
elevator on the first floor in 
the school colors navy and 
hunter green floor tile ....

8/28/13 Hallway/Corridor Main Entrance Asbestos

Belle Forest ES (8365) 3B There is a need for paws 
to be create down the halls 
in hunter green and navy 
blue from the pre-k hall to 
room C108..

8/28/13 Hallway/Corridor Asbestos

Belle Forest ES (8365) 3B There is a need for Tact 
Strips to be installed on 
the outside of room 
E214,E215,E216,E217,E2
18 & E219 in the seconf 
floor hallways ....

10/28/13 Hallway/Corridor Asbestos

Belle Forest ES (8365) 3B There is a need for cork 
strips to be installed 
outside rooms 
E105,E106,E107,E108,E1
09 & E110 ....

10/28/13 Asbestos

Belle Forest ES (8365) 3B There is a need for cork 
strips to be installed 
outside rooms 
F201,F202,F203,F204,F20
5,F206 & F207 ...

10/28/13 Asbestos

Belle Forest ES (8365) 3B There is a need for cork 
strips to be installed 
outside classrooms 
E218,E217,E216,E215,E2
06,E207,E214,E205,E208,
E209

10/28/13 2nd Floor Asbestos

Belle Forest ES (8365) 3B REMOVE FLOOR TILE 
FOR CEREMIC TILE 
INST.

1/24/14 Asbestos

Belle Forest ES (8365) 3B replace floor tile around 
ceramic tile at each water 
fountain.

2/11/14 Hallway/Corridor Asbestos



Belle Forest ES (8365) 3B There is a need for cork 
strips to be installed 
outside rooms 
E114,E115,E116,E117,E11
8 & E119 

7/23/13 Asbestos

Belle Forest ES (8365) 3B Drop B139-1 outside 
conference in Guidance is 
not working properly.

6/16/14 Cabling

Belle Forest ES (8365) 3B The end of the stairwell 
handle on the first floor is 
broken in half and needs 
to be repaired or replaced.

4/28/14 Stairway Middle Stairwell Carpentry

Belle Forest ES (8365) 3B There is a need for the two 
limited stops to be 
reinstalled  on the doors to 
the far right exiting out the 
main entrance.(See 
Ms.Ingram or Ms.Bradley 
in the main office if not on 
the premise,limited 

3/20/14 Administration Area Carpentry

Belle Forest ES (8365) 3B There is a need for the 
hardware on the door thats 
not locking properly to be 
repaired or replaced in 
D114.

3/25/14 Cafeteria D114 Carpentry

Belle Forest ES (8365) 3B There is a need for a 4 X 6 
cork board to be installed 
outside B138 Data room.

4/14/14 Administration Area Guidance office complex Carpentry

Belle Forest ES (8365) 3B There is the need for these 
2 cork boards in D106 we 
have to be installed in this 
room...

7/11/13 D106 Carpentry

Belle Forest ES (8365) 3B There is a need for these 2 
cork boards we have to be 
installed in this room ...

7/11/13 D105 Carpentry

Belle Forest ES (8365) 3B There is a need for the 
cork board to be install on 
the brick wall in the center 
in Guidance Office in room 
B141.

7/22/13 B141 Carpentry



Belle Forest ES (8365) 3B There is a need for the 
Defibulator to be installed 
in the main entrance of the 
building.(Check Admin 
Staff about locations).

8/6/13 Carpentry

Belle Forest ES (8365) 3B There is a need for the a 
cork board to be installed 
in Asst Prin office.

9/27/13 Administration Area Main Office Complex Carpentry

Belle Forest ES (8365) 3B There is a need for a 4X4 
cork board to be install in 
the cafe for before and 
after care ...

9/27/13 Cafeteria Carpentry

Belle Forest ES (8365) 3B Mount plaque on wall 10/9/13 Carpentry

Belle Forest ES (8365) 3B There is a need for the  
two benchs on the front to 
be secured to the concrete 
..

10/9/13 Front Entrance.. Carpentry

Belle Forest ES (8365) 3B Install corner plaque on 
building.

10/15/13 Carpentry

Belle Forest ES (8365) 3B There is a need for 4 X 8 
cork board to be installed 
in D107...

10/30/13 1st Floor D107 Carpentry

Belle Forest ES (8365) 3B The hardware on the door 
to classroom C101 is not 
unlocking properly and 
needs to be repaired or 
replaced.

11/13/13 C101 Carpentry

Belle Forest ES (8365) 3B The Door keeper on the 
door to the far left needs to 
be repaired or replaced.

12/3/13 Cafeteria Carpentry



Belle Forest ES (8365) 3B There is a need for the 
door keeper on the 
custodial closet on the 
second floor needs to be 
repaired or replaced.

12/3/13 Custodial Closet 2nd floor Carpentry

Belle Forest ES (8365) 3B The serving line door 
strike is damage on the 
frist door to your left.

12/10/13 Cafeteria Carpentry

Belle Forest ES (8365) 3B The door handle on the 
right needs to be repaired 
or replaced on Main Office 
door..

12/21/13 Administration Area Main Office Door Carpentry

Belle Forest ES (8365) 3B There is a need for 2 L 
brackets to be installed 
underneath each acoustic 
board in this room.(Per 
Marshall Williams)

1/22/14 Multipurpose Room Carpentry

Belle Forest ES (8365) 3B There is a need for 2  L 
brackets to be installed 
under each acoustic board 
in D103.(Per Marshall 
Williams)

1/22/14 D103 Carpentry

Belle Forest ES (8365) 3B There is a need for 2 L 
brackets to be installed 
under each acoustic board 
in the cafe.(Per Marshall 
Williams)

1/22/14 Cafetorium Carpentry

Belle Forest ES (8365) 3B There is a need for a 4 X 8 
cork board to be installed 
in the cafe to display kids 
work....

1/22/14 Cafetorium Carpentry

Belle Forest ES (8365) 3B There is a need for 3-6 
pieces of ceiling tile to be 
replaced thats above 8ft 
ladder in the cafe ...

1/29/14 Cafetorium Carpentry

Belle Forest ES (8365) 3B There is a need for (1) 4X8  
and (1) 4X6 cork board  to 
be installed in room  
F210....

2/3/14 Classroom F210 Carpentry



Belle Forest ES (8365) 3B There is a need for the 
hardware on the  door to 
room A103 to be 
repaired.(it want stay on 
unlock)

2/7/14 Classroom A103 Carpentry

Belle Forest ES (8365) 3B There is a need for the 
Men's and Women 
restroom in the Main 
Lobby hardware to be 
changed where it will stay 
on unlock..

2/12/14 1st Floor Main Lobby Carpentry

Belle Forest ES (8365) 3B There is a need for the 
hardware to be repaired to 
the  lady's restroom in 
A107 will not lock.

2/12/14 A107 Carpentry

Belle Forest ES (8365) 3B There is a need for the 
mule in the south stairwell 
to be repaired to be able to 
remove it properly.(Near A 
wing)

2/18/14 Carpentry

Belle Forest ES (8365) 3B There is a need for four 4 
x 8 cork board installed in 
the conference/data room.

5/7/14 Administration Area B138 Carpentry

Belle Forest ES (8365) 3B There is a need for a 4 x 4 
cork board to be installed 
in office B127.

5/7/14 Administration Area B127 Carpentry

Belle Forest ES (8365) 3B There is a need for 4 x 4 
cork board to be installed 
inside office B120(AP 
Office)

5/7/14 Administration Area B120 Carpentry

Belle Forest ES (8365) 3B There is a need for a 4 x 4 
cork board to be installed 
in B115C.

5/7/14 Administration Area B115C Carpentry

Belle Forest ES (8365) 3B There is a need for the 
music line boards in room 
D103 to be moved and re-
installed on the left side of 
the smartboard.

5/19/14 D103 Carpentry



Belle Forest ES (8365) 3B There is a need for 2 cork 
board sitting floor in this 
office to be secured to the 
wall in parent resource 
room ....

8/28/13 1st Floor Parent Resource Room Carpentry

Belle Forest ES (8365) 3B There is a need for the 
cork board that sitting on 
the floor to be secured to 
the wall in this office..

8/28/13 B142 Carpentry

Belle Forest ES (8365) 3B There is a need for a 
bracket to be installed on 
the cabinet shelves to 
keep them stabilized in 
room F205 

8/28/13 Classroom F205 Carpentry

Belle Forest ES (8365) 3B The card access door on 
the back is not close and 
locking properly.

6/18/14 Carpentry

Belle Forest ES (8365) 3B The center mule center 
piece needs to be 
resecured to the floor near 
the cafe entrance ...

2/26/14 Hallway/Corridor Near Cafe entrance Carpentry

Belle Forest ES (8365) 3B There is a need for cork 
strips to be installed 
outside classrooms 
E218,E217,E216,E215,E2
06,E207,E214,E205,E208,
E209

8/28/13 2nd Floor Carpentry

Belle Forest ES (8365) 3B There is a need for the 
inside turn lock to be 
repaired or replaced in the 
boysrestroom on the 1st 
floor..

2/26/14 Carpentry

Belle Forest ES (8365) 3B There is a need for the 
hardware to be repaired or 
replaced on the restroom 
door on the 2nd floor.

2/26/14 Restroom (Girls) 1st floor Carpentry

Belle Forest ES (8365) 3B There is a need for cork 
strips to be installed 
outside rooms 
E105,E106,E107,E108,E1
09 & E110 ....

7/23/13 Carpentry



Belle Forest ES (8365) 3B There is a need for cork 
strips to be installed 
outside rooms 
F201,F202,F203,F204,F20
5,F206 & F207 ...

7/23/13 Carpentry

Belle Forest ES (8365) 3B RTU-61 SERVES CAFE 
AREA PER SBE NOT 
COMING ON, BELT MAY 
BE BROKE-PLANT MGR 
NUNALLY 416-7200 KLR

3/17/14 Electrical

Belle Forest ES (8365) 3B There is a need for the 
blown outside light against 
the building outside room 
C108 1st light near the 
security camera needs to 
be replaced by bucket 
truck.

4/3/14 Electrical

Belle Forest ES (8365) 3B Please check curtain wall 
in cafe/multipurpose room.

7/31/13 Electrical

Belle Forest ES (8365) 3B The emergency lights 
outside room A105 are 
constantly  blinking and 
needs to be repaired or 
replaced....

8/5/13 Outside room A105 Electrical

Belle Forest ES (8365) 3B There is a need for hooks 
to be installed on flag pole 
...

8/9/13 Electrical

Belle Forest ES (8365) 3B There are several electric 
outlets that are not 
working in room C113

9/3/13 C113 Electrical

Belle Forest ES (8365) 3B The emergency lights 
infront of the elevator just 
keep blinking and want 
stop ....

9/6/13 Hallway/Corridor Electrical

Belle Forest ES (8365) 3B There are several lights 
out in the cafe and need to 
be replaced that's above a 
10ft ladder ....

9/9/13 Cafetorium Electrical



Belle Forest ES (8365) 3B There is a need for 5 
#46807 lamps for the 
classrooms and halls....

9/17/13 Plant Manager Electrical

Belle Forest ES (8365) 3B There is a need for the 
Electrican to come back 
out to check to see what 
type of bulbs go inside 
emergency lights.I tried 
the several new bulbs but 
it didnt work...

9/24/13 Hallway/Corridor Electrical

Belle Forest ES (8365) 3B Replace blown bulbs with 
SCS bulbs from 
warehouse but lights not 
working with these ballast 
in room A111

9/26/13 A111 Electrical

Belle Forest ES (8365) 3B BREAKER REAR OF 
CAFE CIRCUIT 10-
KEEPS TRIPPING 
KNOCKING POWER OUT 
TO MILKBOXES PER 
SBE-PLANT MGR 
NUNALLY 416-7200 KLR

10/14/13 Electrical

Belle Forest ES (8365) 3B BREAKER BOX NOT 
COMING ON FOR 2-
OVENS IN KITCHEN.
PLANT MGR-
WATKINS/692.7219

10/22/13 Electrical

Belle Forest ES (8365) 3B The two blown emergency 
lights near the serving line  
needs to repaired or 
replaced in cafe.

11/24/13 Cafetorium Electrical

Belle Forest ES (8365) 3B 13-RTU NOT COMING 
ON THRU ENTIRE 2ND 
FLR
PLANT MGR-
WATKINS/864-1009

12/9/13 Electrical

Belle Forest ES (8365) 3B GARBAGE DISPOSAL 
KITCHEN AREA-NOT 
WORKING AT ALL-WILL 
NEED-PLANT MGR 
WATKINS KLR

12/12/13 Electrical

Belle Forest ES (8365) 3B RECEPTACLE KITCHEN 
AREA FOR MILKBOX-
HAS NO POWER-PLANT 
MGR NUNALLY 416-7200 
KLR

1/7/14 Electrical



Belle Forest ES (8365) 3B There is a need for the 
blown ballast to be 
repaired or replaced 
outside room A105..

1/8/14 Hallway/Corridor Outside A105 Electrical

Belle Forest ES (8365) 3B There is a need for the 
door closer limited magnet 
to be reinstalled on left exit 
door leading to 
mulitpurpose room.I have 
piece in my office.

1/16/14 Electrical

Belle Forest ES (8365) 3B There is a need for both of 
the flag pole ropes to be 
shorten.

1/27/14 Electrical

Belle Forest ES (8365) 3B There is a need for the 
outlet infront of the Prin 
Desk to be repaired or 
replaced thats not working.

5/15/14 Administration Area Prin Office Electrical

Belle Forest ES (8365) 3B Room F210 has been 
converted in to a small 
classroom for 2-4 kids and 
there is a need for electric 
outlet to be installed in this 
room for a laptop and 
printer.

5/21/14 F210 Electrical

Belle Forest ES (8365) 3B There is a need for the 
blown ballast in room118 
to be repaired or replaced 
in B118...

5/30/14 Administration Area B118 Electrical

Belle Forest ES (8365) 3B There is a need for a 
electrician to come and let 
me know  best place to  
get power to a electric 
message sign for on the 
front entrance at Belle 
Forest.Also let me know if 
this is something that can 

6/26/14 Electrical

Belle Forest ES (8365) 3B Monthly - FILTER - BELLE 
FOREST ELEM - Refer to 
PM schedule details.

3/15/14 Heating/Ventilation /Air 
Conditioning

Belle Forest ES (8365) 3B UNIT is NOT COOLING in 
ROOM F213 per Kevin 
Nunnally, Plant Mgr. 
416.7200

4/2/14 Heating/Ventilation /Air 
Conditioning



Belle Forest ES (8365) 3B A/C RM F213-NOT 
COOLING-PLANT MGR 
NUNALLY 416-7200 KLR

4/22/14 Heating/Ventilation /Air 
Conditioning

Belle Forest ES (8365) 3B A/C IN 2ND FLR RM F215-
NOT COOLING-SBE 
WATKINS 416-7200 KLR

8/16/13 Heating/Ventilation /Air 
Conditioning

Belle Forest ES (8365) 3B A/C RM F201-NOT 
COOLING-PLANT MGR 
NUNALLY 416-7200 KLR

8/28/13 Heating/Ventilation /Air 
Conditioning

Belle Forest ES (8365) 3B A/C RM F215-NOT 
COOLING-PLANT MGR 
NUNALLY 416-7200 KLR

8/29/13 Heating/Ventilation /Air 
Conditioning

Belle Forest ES (8365) 3B A/C RM F215-NOT 
COOLING-PLANT MGR 
NUNALLY 416-7200 KLR

8/29/13 Heating/Ventilation /Air 
Conditioning

Belle Forest ES (8365) 3B Unit NOT COOLING in 
Room F216 per Kevin 
Nunnally, Plant Mgr. 
416.7200

9/17/13 Heating/Ventilation /Air 
Conditioning

Belle Forest ES (8365) 3B HEAT MAIN OFC 
COMPLEX-NOT HEATING-
PLANT MGR NUNALLY 
416-7200 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Belle Forest ES (8365) 3B per mr nunnally 416-7200 
rooms D106 and D107 
blowing cold

1/27/14 Heating/Ventilation /Air 
Conditioning

Belle Forest ES (8365) 3B HEAT RM C108-NOT 
HEATING-PLANT MGR 
NUNALLY 416-7200 KLR

1/29/14 Heating/Ventilation /Air 
Conditioning



Belle Forest ES (8365) 3B per mr nunnally 416-7200 
F213 room not cooling

4/28/14 Heating/Ventilation /Air 
Conditioning

Belle Forest ES (8365) 3B A/C RM F213-NOT 
COOLING-PLANT MGR 
NUNALLY 416-7200 KLR

5/14/14 Heating/Ventilation /Air 
Conditioning

Belle Forest ES (8365) 3B There is a need for the 
Main Entrance and back 
dock to be pressure 
washed . 

6/13/14 Painting

Belle Forest ES (8365) 3B GRAFFITI G RR 1ST FLR 
RM C108 & G RR A HALL 
ON MIRRORS, BLOCK 
WALLS, STALL, PAPER 
TOWEL HOLDERS-
PLANT MGR NUNALLY 
416-7200 KLR

4/16/14 Painting

Belle Forest ES (8365) 3B GARBAGE DISPOSAL 
HAS NO POWER IN 
KITCHEN
PLANT MGR-
NUNNALLY/416.7200

4/22/14 Plumbing

Belle Forest ES (8365) 3B Flush & clean dains in 
shop area

7/10/13 Plumbing

Belle Forest ES (8365) 3B GAS SMELL IN KITCHEN 
AREA-SBE NUNALLY 416-
7200 KLR

8/1/13 Plumbing

Belle Forest ES (8365) 3B I need 2 or 3 plungers ... 9/6/13 Plant Manager Plumbing

Belle Forest ES (8365) 3B NO HOT WATER IN 
KITCHEN.
PLANT MGR-
NUNNALLY/834.2440

9/17/13 Plumbing



Belle Forest ES (8365) 3B GARBAGE DISPOSAL 
KITCHEN AREA-
STOPPED UP & FLR 
DRAIN BEHIND 
STEAMER IN KITCHEN 
AREA-BACKING UP-
PLANT MGR NUNALLY 
416-7200 KLR

11/5/13 Plumbing

Belle Forest ES (8365) 3B The toilet in the Nurse 
Staion is not flushing 
properly and needs to be 
repaired or replaced..

11/20/13 Plumbing

Belle Forest ES (8365) 3B The commode is stopped 
up in the boy's locker 
room.

12/10/13 Gym boy's locker room Plumbing

Belle Forest ES (8365) 3B There is a need for the 
water fountain on the 
second floor on the south 
side thats leaking from the 
both to be repaired.

12/19/13 2nd Floor South Hall near 5th grade Plumbing

Belle Forest ES (8365) 3B Garbage disposal is NOT 
WORKING (just spinning) 
per Kevin Nunnally, Plant 
Mgr. 416.7200

1/7/14 Plumbing

Belle Forest ES (8365) 3B Check on leak from ceiling 
in room 111.

1/30/14 Plumbing

Belle Forest ES (8365) 3B The toilet in room A104 is 
stopped up and needs to 
be repaired.

2/6/14 A104 Plumbing

Belle Forest ES (8365) 3B There is a need for the 
women restroom in B142 
to be unstopped.

5/18/14 B142 Plumbing

Belle Forest ES (8365) 3B I need a auger for Belle 
Forest and 4 plungers.

5/20/14 Plumbing



Belle Forest ES (8365) 3B There is a need for the 
floor drain in D108 storage 
to checked and unstopped 
so that water want come 
up and go into  the cafe. 

6/30/14 D108 Storage Plumbing

Belle Forest ES (8365) 3B There is a need for the 
leak outside room D103 in 
the hallway to be repaired.

3/19/14 D103 Roof

Belle Forest ES (8365) 3B There is a leak in room 
F211 and needs to be 
checked and repaired.

3/25/14 Roof

Belle Forest ES (8365) 3B There is a need for the 
leak in Custodial closet on 
the 2nd floor to be 
checked and repaired.

3/25/14 Roof

Belle Forest ES (8365) 3B There is need for the leak 
in room D103 to be 
checked and repaired..

3/27/14 D103 Roof

Belle Forest ES (8365) 3B There is a need for the 
leak in room F203 to be 
checked and repaired.

4/14/14 Classroom F203 Roof

Belle Forest ES (8365) 3B There is a need for the 
leak in the hallway across 
from A107 near exit sign 
between the security 
camera to be checked and 
repaired.

4/14/14 Roof

Belle Forest ES (8365) 3B There is a need for the 
leak in room E207 to be 
repaired .

2/4/14 E207 Roof

Belle Forest ES (8365) 3B There is a need for the 
leak in room F215 to be 
repaired..

2/4/14 Roof



Belle Forest ES (8365) 3B There is a need for the 
leak in room A111 to be 
checked and repaired in 
the far right corner of the 
room..

5/28/14 Roof

Belle Forest ES (8365) 3B There is a leak near the 
window in the main office 
that needs to be checked 
and repaired.

6/30/14 Roof

Belle Forest ES (8365) 3B There is a need for roof 
leak outside D103 in the 
hallway to be checked and 
repaired.

6/30/14 D103 Roof

Belle Forest ES (8365) 3B There is a need for the  
main entrance gates to be 
reinstalled on the left side 
there beginnig to scrub the 
ground when  opening.

9/27/13 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Church ES (2626) 3A 4 1 46 74 44 16 49 40 2 276
Grand Total 4 1 46 74 44 16 49 40 2 276



Location Request Description Submittal Date Area Description Area Number Craft
Church ES (2626) 3A stain very bad from roof 

leaking, Library, cafeteria 
hallway, by rm#c116 & 
hallway by rm#B124 & 125

7/25/13 1st Floor ceiling tile Asbestos

Church ES (2626) 3A boys restroom across 
classroom C111, urine has 
gotten underneath the tile, 
the tile is coming up from 
the floor, and urine is just 
sittng on the floor where 
the tile is missing

9/16/13 Restroom (Boys) across from c/r C111 Asbestos

Church ES (2626) 3A .........in the main office 
teachers lounge pipe need 
to be rewrapped

6/17/14 Asbestos

Church ES (2626) 3A ........ceiling pipe in hallway 
in front of classroom 135, 
need to be rewrapped 

6/17/14 Asbestos

Church ES (2626) 3A Scope out job for FP3500 
project. (Request Network 
Cabling Project 
Management).

8/14/13 Cabling

Church ES (2626) 3A need a latch install in girls 
restroom to secure door 

10/15/13 kk hall girls rr Carpentry

Church ES (2626) 3A need 3 sleeves of 
acoustical ceiling tile for 
replacement bp1729A,  
Armstrong

9/3/13 Carpentry

Church ES (2626) 3A PIECE OF METAL 
STICKING UP THRU 
WALKWAY FROM MAIN 
BLDG TO ANNEX BLDG-
TRIPPING HAZZARD-A 
STUDENT HAS ALREADY 
FALLEN PER SBE-PLANT 
MGR SCURLOCK 416-

9/6/13 Carpentry



Church ES (2626) 3A kids broke metal rod that 
secure stall door to wall in 
1st boys restroom

10/28/13 Carpentry

Church ES (2626) 3A ....need a special cut on 
ceiling tiles in the main 
office in the hallways, will 
have water stains on them

11/4/13 Carpentry

Church ES (2626) 3A ........need 3 sleeves of 
ceiling tile to replace 
stained tile, hard type

11/4/13 Carpentry

Church ES (2626) 3A ......need 5 boxes of 46807 
for replacement

11/7/13 Carpentry

Church ES (2626) 3A .......need classroom D119 
repaired, kid pulled 
smartboard off of wall, 
thanks  ( just repair wall )

11/8/13 Carpentry

Church ES (2626) 3A .......requesting water 
stained ceiling tile in  
cafeteria be replaced

11/11/13 Cafeteria Carpentry

Church ES (2626) 3A ......got several pcs of 
stained ceiling tile in E-
hallway that need a 
special cut

11/11/13 Carpentry

Church ES (2626) 3A ........got seversal pcs of 
stained ceiling tile in front 
of classroom 135 that 
need a special cut

11/11/13 Carpentry

Church ES (2626) 3A Curtain on Stage in 
cafeteria not working, 
burning smell may have 
been the belt, thanks

11/19/13 Cafeteria stage Carpentry



Church ES (2626) 3A .......need a special cut on 
a sheet of ceiling tile for 
restroom in classroom 
A114, water stain  thanks

11/19/13 Carpentry

Church ES (2626) 3A ......main office teachers 
lounge women restroom 
need a special cut on a 
sheet of ceiling tile

12/10/13 Carpentry

Church ES (2626) 3A .....exterior double doors 
and hallway double doors 
next to classroom 159 
need to be adjusted

1/8/14 Carpentry

Church ES (2626) 3A ........need a special cut on 
a pc of ceiling tile in the 
main office, teachers 
lounge, men's restroom

1/9/14 Carpentry

Church ES (2626) 3A ........hallway outside of the 
cafeteria, west side

6/10/14 Carpentry

Church ES (2626) 3A .......ceiling tile outside of 
the cafeteria  east side 
need to be replaced

6/10/14 Carpentry

Church ES (2626) 3A ........special cut for ceiling 
tile  in the main office and 
in the office conference 
room in the main office

6/26/14 Carpentry

Church ES (2626) 3A .......special cut on ceiling 
tile in classroom C112

6/26/14 Carpentry

Church ES (2626) 3A .....special cut on ceiling 
tile in the hallway across 
from classroom 135, round 
a sprinkler 

6/26/14 Carpentry



Church ES (2626) 3A .....need special cut of 
ceiling tile in the Library 
storage closet

6/26/14 Carpentry

Church ES (2626) 3A .........ceiling tile at the front 
entrance

6/10/14 Carpentry

Church ES (2626) 3A ...........requesting ceiling 
tile be replaced in the 
hallway west side of the 
cafeteria

6/12/14 Carpentry

Church ES (2626) 3A ........double doors on the 
west side of the bldg, 
unable to secure building

4/21/14 Carpentry

Church ES (2626) 3A .......need weather 
stripping replaced on 
exterior door near 
playgrounds, in bad shape

4/22/14 Carpentry

Church ES (2626) 3A .......on the stage in the 
cafeteria need water 
stained ceiling tile 
replaced, got a program 
on May 16th

5/8/14 Carpentry

Church ES (2626) 3A .......storage room in the 
main office, trim round 
door glass need to be put 
back in place, had to 
remove trim to get key out 
for the facilitator 

5/14/14 Carpentry

Church ES (2626) 3A .........got water stained 
ceiling tile in the cafeteria 
that need to be replaced

5/15/14 Carpentry

Church ES (2626) 3A ........west cafeteria 
exterior door, left door 
need to be adjusted

5/20/14 Carpentry



Church ES (2626) 3A ......requesting special cut 
on ceiling tile in hallway on 
the  east and west side of 
the cafeteria

5/29/14 Carpentry

Church ES (2626) 3A ..........requesting 5 sleeves 
of mineral board ceiling tile

6/2/14 Carpentry

Church ES (2626) 3A ........west hallway door 
handle need to be repaired

6/3/14 Cafeteria Carpentry

Church ES (2626) 3A .........cove base in hallway 
across from c/r B115 need 
to be replaced

6/4/14 Carpentry

Church ES (2626) 3A ..........need a special cut 
on ceiling tile in classroom 
B115

6/4/14 Carpentry

Church ES (2626) 3A .......need four sleeves of 
mineral ceiling tile to 
replaced water stained tile

4/10/14 Carpentry

Church ES (2626) 3A CTR MULL FRONT 
ENTRANCE DOOR-IS 
OUT OF ALIGNMENT 
CAUSING THE DOOR TO 
NOT CLOSE PER SBE-
PLANT MGR SCURLOCK 
416-0198 KLR

1/24/14 Carpentry

Church ES (2626) 3A .......need 4 sleeves on 
mineral board ceiling tile, 
Supt. Hopson will be 
paying our school a visit 
soon

1/24/14 Carpentry

Church ES (2626) 3A ........need a special cut on 
pcs of ceiling tile in the 
main office, hallway, E-
hallway, etc

1/24/14 Carpentry



Church ES (2626) 3A .......need four sleeves of 
the mineral board ceiling 
tile

3/18/14 Carpentry

Church ES (2626) 3A ........would like to get 3 
sleeves of mineral board 
ceiling tile

3/19/14 Carpentry

Church ES (2626) 3A .........need a special cut on 
a pc of ceiling tile in the  
boys restroom, A110

3/26/14 Carpentry

Church ES (2626) 3A ........in the main office 
inthe Facilitor storage 
room I had to take the 
strips out of the door to get 
keys out of storage room, 
but I cannot get the strips 
back in the door in place. 
on the the E-hallway in the 

3/31/14 Carpentry

Church ES (2626) 3A ........got water stained 
ceiling tile in the cafeteria 
that need to be replaced

3/31/14 Carpentry

Church ES (2626) 3A .......in restroom around 
the corner from E111 in the 
boy's restroom the panel 
that seperate the urinals 
fell down need to be put 
back in place

2/20/14 Carpentry

Church ES (2626) 3A .....while grass was being 
cut in the courtyard an 
exterior window was 
broken they were using a 
weed eater, there are two 
windows in the courtyard

10/3/13 courtyard Carpentry

Church ES (2626) 3A Exterior lights that are out 
and there location,
north side of bldg, back of 
bldg next to boiler room, 
behind bldg in front of red 
dumpster, northwest 
corner of bldg, behind bldg 
north end underneath 

10/8/13 Electrical

Church ES (2626) 3A Hallway clocks have fast 
forward 1 hour need to be 
reset. Thanks

10/14/13 Electrical



Church ES (2626) 3A steamer in kitchen does 
not have any power per 
Ms. Scurlock 416-0198

10/14/13 Electrical

Church ES (2626) 3A A/C RMS B113, C111, 
C119, D120, & D121-ALL 
NOT COMING ON-PLANT 
MGR SCURLOCK 416-
2300 KLR

10/15/13 Electrical

Church ES (2626) 3A A/C RM D117-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
0198 KLR

10/16/13 Electrical

Church ES (2626) 3A master clock and bell 
needs reset

7/24/13 1st Floor main office Electrical

Church ES (2626) 3A ballasts needs replace @ 
north side of cafeteria, 
main hallway by rm#140m 
nert to court yard, 
Librarybyrm#124 & 125.  

7/25/13 1st Floor Hallway Electrical

Church ES (2626) 3A RTU IN THE CAFE IS 
NOT COMING. SBE 
MILLBURN 416-0198

8/5/13 Electrical

Church ES (2626) 3A CHILL WATER SYSTEM 
PUMP-2 BOILER RM-
NOT COMING ON-SBE 
MILBURN 416-0198 KLR

8/8/13 Electrical

Church ES (2626) 3A ACU-5 HALL BY RM 104I 
SERVES MAIN OFC 
AREA-NOT COMING ON-
PLANT MGR MILBURN 
416-0198  KLR

8/9/13 Electrical

Church ES (2626) 3A RTU-1 KITCHEN-NOT 
COMING ON-SBE 
MILBURN 416-0198 KLR

8/13/13 Electrical



Church ES (2626) 3A RECEPTACLE TO 
STEAMER KITCHEN 
AREA-HAS NO POWER-
WILL NEED-SBE 
MILBURN 416-0198 KLR

8/16/13 Electrical

Church ES (2626) 3A got several lights in both 
court yards tha need to be 
replaced

8/26/13 Electrical

Church ES (2626) 3A south end of main building 
exterior light need to  be 
replaced

8/26/13 Electrical

Church ES (2626) 3A North side of the building 
complex where the bus let 
ther kids off, exterior light 
need to be replaced, will 
need  a lift

8/26/13 Electrical

Church ES (2626) 3A in front of the main 
building, north end exterior 
light bulb need to be 
replaced

8/26/13 Electrical

Church ES (2626) 3A burning smell on the stage 
that is in the cafeteria per 
Ms. Scurlock 416-0198

8/27/13 Electrical

Church ES (2626) 3A need these exhaust fans 
checked to see if they 
work 007-050 A-wing roof 
NE, 007-055 East roof 
North, 007-056 East roof 
South, 007-060 roof SE, 
007-062 roof SE, 007-085, 
007-086, etc

8/27/13 exhaust fan for restrooms Electrical

Church ES (2626) 3A main entrance under 
canopy lights bulbs need 
to be replaced

8/30/13 Electrical

Church ES (2626) 3A need broken bulb base 
removed to replaced 
blown bulbs, 12 and get 
the correct number to 
order, thanks

9/10/13 Electrical



Church ES (2626) 3A Curtains on the stage in 
the cafeteria are stuck, 
having a progam Monday 
evening

9/11/13 Cafeteria stage area Electrical

Church ES (2626) 3A COMPLETE POWER 
OUTAGE-PLANT MGR 
SCURLOCK 416-0198 
KLR

9/13/13 Electrical

Church ES (2626) 3A Had a power outage, got 
20 emergency lights that 
are out, hallway, restrooms

9/13/13 Electrical

Church ES (2626) 3A Had a power outage, 
clocks need to be reset

9/16/13 Electrical

Church ES (2626) 3A clock in main office, not 
working

9/16/13 main office Electrical

Church ES (2626) 3A ....got two ballast in the 
Library that need to be 
replaced

10/29/13 Library Electrical

Church ES (2626) 3A ....got two ballast in the 
Library that need to be 
replaced

10/29/13 Library Electrical

Church ES (2626) 3A ......need two boxes of GE 
light bulbs, Biax T/E, 32 
watts, 00043168, 39379, 
AMAGAM, to replace 
blown bulbs in hallway,  
Thanks

11/4/13 Electrical

Church ES (2626) 3A LIGHTS HAVE NO 
POWER THRU NORTH-
WEST HALL BY CAFE.
PLANT MGR-
SCURLOCK/416.0198

11/5/13 Electrical



Church ES (2626) 3A .......believe timer is off, 
lights are on in the day 
time and off at night

11/7/13 Electrical

Church ES (2626) 3A BURNING SMELL IN 
CAFE.
PLANT MGR-
SCURLOCK/691.4087

11/8/13 Electrical

Church ES (2626) 3A Curtain on Stage in 
cafeteria not working, 
burning smell may have 
been the belt, thanks

11/11/13 Cafeteria stage Electrical

Church ES (2626) 3A ......need 2 exterior light 
bulbs replaced on the 
south east end of the 
building

11/21/13 Electrical

Church ES (2626) 3A ........exterior light above 
kitchen door, exterior light 
between boiler room and 
mechanical room not 
working, need to be 
repaired

11/21/13 Electrical

Church ES (2626) 3A ......2 exterior exit lights on 
the east end of the 
building not working, need 
to be repaired

11/21/13 Electrical

Church ES (2626) 3A ........exhaust fan in kitchen 
not working, need to be 
repaired

11/25/13 Kitchen Electrical

Church ES (2626) 3A .........magnetic pc that 
holds the hallway door in 
place fell out, need to be 
put back together, if 
someone comes and I'm 
not there the pcs are in the 
Plant Managers office in 
the lobby area in the first 

12/9/13 Electrical

Church ES (2626) 3A .....ballast in hallway cross 
from classroom 127, need 
to be replaced

1/9/14 Electrical



Church ES (2626) 3A .......hallway light switch on 
the 1st grade not working

1/13/14 Electrical

Church ES (2626) 3A ........clocks need to be 
reset

6/25/14 Electrical

Church ES (2626) 3A .......exterior light need to 
be reprogrammed for the 
summer they are still on 
when I arrive at 7:00am

6/26/14 Electrical

Church ES (2626) 3A Power supply #2 is bad. 6/27/14 Electrical

Church ES (2626) 3A A/C KITCHEN AREA-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
0198 KLR

6/30/14 Electrical

Church ES (2626) 3A ......need ballast replaced 
in front of the 4th and 5th 
grade boys and girls 
restroom, also in front of 
classroom 127

1/24/14 Electrical

Church ES (2626) 3A ........bulbs in emergency 
lights in c/r B113 need 
tobe replaced

6/12/14 Electrical

Church ES (2626) 3A FIRE DOORS NORTH 
SIDE OF BLDG-
MAGNETIC HOLDER 
NOT CATCHING-PLANT 
MGR SCURLOCK 416-
0198 KLR

6/5/14 Electrical

Church ES (2626) 3A .........ballast in classroom 
A116 need to be replaced

6/5/14 Electrical



Church ES (2626) 3A .......bulbs in emergency 
light in c/r A115 need to be 
replaced

6/5/14 Electrical

Church ES (2626) 3A .........bulbs in emergency 
light in c/r A111 need to be 
replaced

6/5/14 Electrical

Church ES (2626) 3A ........bulbs in emergency 
light in c/r B111 need to be 
replaced

6/5/14 Electrical

Church ES (2626) 3A ..........got a light out in 
from of the Library double 
doors, two out in the 
Library, one out in the 
hallway in front of the 4th 
and 5th grade restroom, all 
bulbs have been replaced, 
(GX24Q-3, 4 PIN Base)

4/16/14 Electrical

Church ES (2626) 3A ........need a ballast 
replaced in classroom 
D115

4/16/14 Electrical

Church ES (2626) 3A ........need a light lense 
cover for replacement in 
the D-hallway near the 
courtyard

4/22/14 Electrical

Church ES (2626) 3A ......on the D-hallway in 
classroom D121, D118, 
D114 a ballast need to be 
replaced 

4/29/14 Electrical

Church ES (2626) 3A ........need a ballast 
replaced on the serving 
line in the kitchen, ballast 
can be replaced before 
10:45 or after 1:30 

4/29/14 Electrical

Church ES (2626) 3A ........requesting 10 boxes 
of light bulbs, Philips 
281279

4/29/14 Electrical



Church ES (2626) 3A .........emergency light 
bulbs that need to be 
replaced in these areas: 
104 in hallway near 
Guidance, c/r 125,  
custodial closet 129J, c/r 
A114, c/r B111, c/r B113, 
electrical B117M, c/r C111, 

4/30/14 Electrical

Church ES (2626) 3A ........emergency lights that 
need to be replaced in 
these areas:  4th and 5th 
grade restrooms, c/r E110, 
c/r E116, c/r 163

4/30/14 Electrical

Church ES (2626) 3A ........emergency light bulbs 
need to be replaced in the 
cafeteria

5/5/14 Cafeteria Electrical

Church ES (2626) 3A per ms scurlock 416-0198 
room C116 a/c unit will not 
come on

5/6/14 Electrical

Church ES (2626) 3A per ms scurlock 416-0198 
cafeteria manager's office 
and kitchen a/c not 
working

5/6/14 Electrical

Church ES (2626) 3A .......clock in main office 
need to be repaired

5/7/14 Electrical

Church ES (2626) 3A ........clock in cafeteria on 
stage need to be repaired

5/7/14 Cafeteria Electrical

Church ES (2626) 3A .........requesting 3 boxes 
of bulbs F32T8 box of 30 
bulbs, 28 watts

6/2/14 Electrical

Church ES (2626) 3A ........requesting school bell 
be turned off for the 
summer

6/3/14 Electrical



Church ES (2626) 3A ...........requesting a light 
lense cover replaced in 
B115

6/4/14 Electrical

Church ES (2626) 3A .......clocks thru out 
building are ahead one 
hour

4/7/14 Electrical

Church ES (2626) 3A ........clock in Financial 
Secretary office not 
working

4/10/14 Electrical

Church ES (2626) 3A .....got two wall clocks in 
cafeteria that are not 
working

3/18/14 Electrical

Church ES (2626) 3A ........breaker for the 
microphone in the 
cafeteria keep tripping, 
microphone is on the 
stage in the cafeteria, 
breaker is located in 
electrical room 155M

4/1/14 Electrical

Church ES (2626) 3A .......need all emergency 
lights checked thru-out 
bldg, per Mr. Jackson, 
Risk management

2/25/14 Electrical

Church ES (2626) 3A .......need emergency light 
installed in classroom, Pre-
K

2/25/14 Electrical

Church ES (2626) 3A need 3 boxes of Philips 
flouresecent bulbs for 
replacement

10/2/13 Electrical

Church ES (2626) 3A per Ms. Scurlock 416-0198 
rooms A110 and A112 a/c 
not coming on

10/3/13 Electrical



Church ES (2626) 3A Monthly - Filter-Robert R 
Church Elementary - Refer 
to PM schedule details.

10/13/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A A/C CAFE-NOT COOLING-
PLANT MGR SCURLOCK 
416-2300 KLR

10/15/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A A/C RM 135 & LIBRARY-
BOTH NOT COOLING-
PLANT MGR SCURLOCK 
416-0198 KLR

10/16/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A Clean coil 7/10/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A chiller in alarm 7/11/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A Roof Top Unit ID007182 
ACU#5 not cooling
per Henry Milburn 416-
0198

7/31/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A AHU-5 CAFE ROOF 
SOUTH & AHU-4 CAFE 
ROOF NORTH-BOTH 
BLOWING TOO COLD-
TEMP IS 71 PER SBE-
SBE MILBURN 416-0190 
KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A Rooftop unit #5 NOT 
COOLING per Henry 
Milburn, Plant Mgr. 
901.416.0198. 

8/16/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A A/C UNIT ASST PRIN'S 
OFC-NOT COOLING-
PLANT MGR SCURLOCK 
416-0198 KLR

8/27/13 Heating/Ventilation /Air 
Conditioning



Church ES (2626) 3A A/C GUIDANCE OFC-
NOT COMING ON-PLANT 
MGR SCURLOCK 416-
0198 KLR

8/28/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A A/C CONFERENCE RM, 
D120, & D121-ALL NOT 
COOLING-PLANT MGR 
SCURLOCK 416-0198 
KLR

8/28/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A FCU NOT COOLING IN 
RM-E118.
PLANT MGR-
SCURLOCK/416.0198

8/30/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A FCU NOT COOLING IN 
PLANT MGR OFFICE.
PLANT MGR-
SCURLOCK/416.3152

9/5/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A UNIT NOT HEATING 
THRU EAST-WING, & ALL 
HALLS  
PLANT MGR-
SCURLOCK/691.4087

10/25/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A FAN COIL UNITS are 
OVERHEATING Temp is 
over 80 degrees in 
ROOMS B113 and C111 
per Ms. Scurlock, Plant 
Mgr. 416.0198

10/29/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A FCU overheating in room 
B117 per Ms. Scurlock 416-
0198

10/29/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A HEAT RM C113-
OVERHEATING-TEMP 83 
PER SBE-PLANT MGR 
SCURLOCK 416-3152 
KLR

10/29/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A AHU-5 CAFE-BLOWING 
COLD PER SBE-PLANT 
MGR SCURLOCK 416-
0198 KLR

10/31/13 Heating/Ventilation /Air 
Conditioning



Church ES (2626) 3A Yearly - Air Handler 
Cleanings-Robert E 
Church El - Refer to PM 
schedule details.

11/9/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A RTU NOT HEATING IN 
CAFE, RM-E114, & 
ENTIRE E-HALL
PLANT MGR-
SCURLOCK/416.3152

11/13/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A HEAT MAIN OFC AREA-
NOT HEATING-PLANT 
MGR SCURLOCK 416-
0198 KLR

11/14/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A FCU NOT HEATING IN 
RM-E119 
PLANT MGR-
SCURLOCK/691.4087

11/26/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A FCU NOT HEATING IN 
LIBRARY
PLANT MGR-
SCURLOCK/4384797

12/3/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A per ms. scurlock 416-0198 
rooms D115, D114, CR135 
are all blowing cold air

12/9/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A Units are NOT HEATING 
in ROOMS D114 and D115 
(D-HALL) per Ms. 
Scurlock, Plant Mgr. 
416.0198

12/11/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A HEAT RMS 133 & E119-
BOTH NOT HEATING-
PLANT MGR SCURLOCK 
416-0198 KLR

12/12/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A cafeteria is overheating - 
per ms. scurlock 416-0198

12/16/13 Heating/Ventilation /Air 
Conditioning



Church ES (2626) 3A Monthly - Oil Lube & Belt-
Robert R Church Elem - 
Refer to PM schedule 
details.

4/15/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A Monthly - Oil Lube & Belt-
Robert R Church Elem - 
Refer to PM schedule 
details.

9/17/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A Monthly - Filter-Robert R 
Church Elementary - Refer 
to PM schedule details.

6/15/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A A/C RM 104 K/E & 104 
F/K-BOTH NOT COMING 
ON-PLANT MGR 
SCURLOCK 416-0198 
KLR

9/18/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A ROOFTOP UNIT is 
LEAKING in the HALLWAY 
in FRONT of ROOM 104K 
per Ms. Scurlock, Plant 
Mgr. 416.0198 

5/12/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A A/C RM E117-NOT 
COOLING-PLANT MGR 
SCURLOCK 416-0198 
KLR

5/12/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A A/C LEAKING IN MAIN 
OFC AND INTO HALL 
FRONT OF RM 104K PER 
SBE-PLANT MGR 
SCURLOCK KLR

5/13/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A CHILLER WTR VALVE IS 
STUCK OPEN - 
PM/SCURLOCK 416-0198

5/22/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A UNIT NOT COOLING IN 
RM-E117,E111,B113
PLANT 
MGR/SCURLOCK/438.47
97

4/3/14 Heating/Ventilation /Air 
Conditioning



Church ES (2626) 3A UNIT NOT COOLING IN 
RM-104C,102C,104E
PLANT MGR-
SCURLOCK/691.4087

4/14/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A HEAT MAIN OFC-NOT 
HEATING-PLANT MGR 
SCURLOCK 416-0198 
KLR

1/24/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A 2-PUMPS ARE IN ALARM
PLANT MGR-
SCURLOCK/691.4087

4/2/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A per ms scurlock 416-0198 
rooms D120 blowing cold

1/30/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A UNIT NOT HEATING IN 
RM-C119.
PLANT MGR-
SCURLOCK/416.0198

2/4/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A Monthly - Filter-Robert R 
Church Elementary - Refer 
to PM schedule details.

2/16/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A FAN COIL UNIT #6 is 
FROZEN per Ms. 
Scurlock, Plant Mgr. 
416.0198

2/26/14 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A there is a leak over the 
financial secretary's desk 
and main office leak over 
secretary's desk ceiling 
tiles are wet and water 
coming out of light fixture 
per Ms. Scurlock 416-0198

10/3/13 Heating/Ventilation /Air 
Conditioning

Church ES (2626) 3A ......requesting handicap 
parking be repainted

11/13/13 Painting



Church ES (2626) 3A .........requesting hallway 
be painted

1/9/14 Painting

Church ES (2626) 3A Requesting front exterior 
doors be painted

10/24/13 front doors Painting

Church ES (2626) 3A Smartboard was knocked 
off of wall, it is a sheetrock 
wall, wall need to be 
repaired and painted so 
that we can get the 
smartboart reinstalled

9/18/13 Painting

Church ES (2626) 3A ...........got several corners 
that need to be chalked 
and painted, in front of 
classroom 157

1/28/14 Painting

Church ES (2626) 3A .....requesting all door 
frames be painted

1/28/14 Painting

Church ES (2626) 3A ......need a cracked wall 
chalked and painted in the 
main office, meeting room

1/28/14 Painting

Church ES (2626) 3A ........sheetrock was put up 
in classroom D119, 
classroom needs mudding 
and painting

1/22/14 Painting

Church ES (2626) 3A ........entire parking lot 
need stripping

1/22/14 Painting

Church ES (2626) 3A ..........when the parking lot 
was stripped, one of the 
arrows at the main  
entrance into the parking 
lot is going in the wrong 
direction, need center 
arrow redone

4/3/14 Painting



Church ES (2626) 3A ..........all classrooms on 
the E-hallway need to be 
touched up at entrance of 
the classrooms

4/22/14 Painting

Church ES (2626) 3A .........requesting 
classroom B115 be 
painted

6/4/14 Painting

Church ES (2626) 3A ........need some plaster 
work done on the ceiling 
outside of the cafeteria, on 
the E-hallway, in front of 
both sets of boys and girls 
restroom

1/24/14 Painting

Church ES (2626) 3A .....requesting c/r B115  be 
painted

6/10/14 Painting

Church ES (2626) 3A per scurlock 416-0198 in 
the boys and girls 
restrooms 4th and 5th 
grade halls there is graffiti

4/3/14 Painting

Church ES (2626) 3A Graffiti on the front side of 
school (northwest corner 
of bldg.) per Ms. Scurlock, 
Plant Mgr. 416.3152

9/23/13 Painting

Church ES (2626) 3A need toilet seat replaced in 
girls restroom, screws are 
missing

10/15/13 kk hall girls rr Plumbing

Church ES (2626) 3A water fountain 007-087 on 
the fifth grade hall needs 
the water dispense button 
replaced.

7/10/13 Plumbing

Church ES (2626) 3A Water fountain 007-065 
needs the dispensing 
button replaced on the fifth 
grade hall.

7/10/13 Plumbing



Church ES (2626) 3A The water dispense button 
needs replaceing on the 
water fountain fifth grade 
hall. 

7/10/13 Plumbing

Church ES (2626) 3A The Commode in 
custodian mens room 
need to be unclogged.

7/10/13 Plumbing

Church ES (2626) 3A main hallway boys 
restroom 1st stall , 
commode crack needs 
replace/ safety harzard

7/26/13 1st Floor Boys Restroom Plumbing

Church ES (2626) 3A water fountain 1st grade 
hall leaking per Henry 
Milbern 416-0198

8/12/13 Plumbing

Church ES (2626) 3A The kitchen diswasher 
drain is stopped up where 
the sprayer is attached.

8/12/13 Cafeteria Plumbing

Church ES (2626) 3A Mop sink in custodial 
closet stopped up, B110J

8/19/13 Plumbing

Church ES (2626) 3A handle on urinal stuck, 
urinal overflows, location 
at the intersection of E &D 
hall, cross from SBE office

8/19/13 Plumbing

Church ES (2626) 3A COMMODE B RR 3RD 
GR HALL 1ST STALL-
REP/REPL FLUSH VALVE-
NOT FLUSHING & IT HAS 
FECES IN IT PER SBE-
SBE SCURLOCK 416-
0198 KLR

8/20/13 Plumbing

Church ES (2626) 3A water fountain in the kk 
hall is running and 
unplugged and still running 
can't turn off per Ms. 
Scurlock 416-0198

8/27/13 Plumbing



Church ES (2626) 3A got 2 water fountains in 
the cafeteria that do not 
work

9/6/13 Cafeteria Plumbing

Church ES (2626) 3A water fountain in hallway 
across from electrical 
closet 155M is making a 
loud noise

9/10/13 Plumbing

Church ES (2626) 3A need a plumber to come 
out to see why there is 
urine coming from 
underneath tile in boys 
restroom across from C111

9/16/13 1st grade boys r/r Plumbing

Church ES (2626) 3A ..........in Pre-K A116 sink 
faucet is coming loose, 
thanks

11/14/13 Plumbing

Church ES (2626) 3A .......front cover came off of 
the water fountain on the 
1st grade hall, near the 
boys and girls restroom

11/25/13 Plumbing

Church ES (2626) 3A .......restrooms across from 
classroom 159, commode 
in the boys restroom 
overflowing when flushed

12/9/13 Plumbing

Church ES (2626) 3A ......water fountain across 
from classroom 159 not 
working

12/16/13 Plumbing

Church ES (2626) 3A      back flow testing 12/18/13 Plumbing

Church ES (2626) 3A ........ classroom A-116 has 
a toilet, that leaks 
underneath

1/10/14 Plumbing



Church ES (2626) 3A ......on the 4th grade 
hallway, girls restroom got 
several commodes that 
leak from the the fixture, 
had a child to slip and fall

1/13/14 Plumbing

Church ES (2626) 3A .......commode fixture leaks 
when flushed in restroom

1/13/14 Kitchen Plumbing

Church ES (2626) 3A ......E-Hallway, commode 
in the women restroom 
leaks 

1/15/14 Plumbing

Church ES (2626) 3A ........water foutain in 
hallway across from 
electrical room 155M not 
working

6/25/14 Plumbing

Church ES (2626) 3A .......toilet seat loose in the 
women r/r main office, 
conference room area

6/26/14 Plumbing

Church ES (2626) 3A ........pipe underneath sink 
leaks in c/r A115

6/12/14 Plumbing

Church ES (2626) 3A .......pipe underneath sink 
leaks in c/r B111

6/5/14 Plumbing

Church ES (2626) 3A .........water fountain next 
to custodial closet 136J 
near 4th and 5th grade 
hallway, has a broken 
handle on it, need to be 
replaced

4/15/14 Plumbing

Church ES (2626) 3A .........on the 1st grade 
hallway, in the girls 
restroom in the 2nd stall 
when you flush the 
commode water comes 
from the fixture

4/23/14 Plumbing



Church ES (2626) 3A FLR DRAIN HAS A ODOR 
IN KITCHEN.
PLANT MGR-
SCURLOCK/691.4087

4/24/14 Plumbing

Church ES (2626) 3A ......in the girls restroom, 
kindergarten hall there is a 
broken commode seat that 
need to be replaced

4/3/14 Plumbing

Church ES (2626) 3A ......commode seat loose in 
restroom

4/8/14 Kitchen Plumbing

Church ES (2626) 3A .....water fountain on the 
kindergarden hallway 
handle broke, need to be 
replaced 

1/22/14 Plumbing

Church ES (2626) 3A ........ fixture leak when 
toilet is flushed, on the 1st 
grade teachers resource 
room 

1/22/14 Plumbing

Church ES (2626) 3A ......on the 1st hall in the 
girls restroom got s loose 
commode seat

2/28/14 Plumbing

Church ES (2626) 3A .........in room C110 in the 
boys restroom when you 
flush the commode, its 
leaks from the fixture

3/17/14 Plumbing

Church ES (2626) 3A per scurlock 416-0198 
urinal in boys restroom in 
KK hall overflowing

3/18/14 Plumbing

Church ES (2626) 3A ........in the cafeteria in the 
southwest corner that 
water founatin is stopped 
up, boys restroom across 
from classroom 159 there 
is a urinal that is stopped 
up

3/26/14 Plumbing



Church ES (2626) 3A ........in A110 pipe 
underneath sink leaks

3/26/14 Plumbing

Church ES (2626) 3A MOP SINK KITCHEN 
AREA-HAS WATER 
BACKING UP IN IT-
PLANT MGR SCURLOCK 
416-0198 KLR

3/31/14 Plumbing

Church ES (2626) 3A .......broken water foutain 
handle on water fountain 
on the E-hallway next to 
electrical closet 142M

3/31/14 Plumbing

Church ES (2626) 3A .........on the E hallway 
teachers lounge in the 
women restroom, when 
you flush the commode it 
leaks from the fixture, in 
the Plant Managers office 
in the men restroom there 
is a loose commode seat

4/1/14 Plumbing

Church ES (2626) 3A ...........commode in 
classroom A113 stopped 
up

4/1/14 Plumbing

Church ES (2626) 3A .........sink in classroom 
B113, water barely comes 
on, faucet won't turn

4/2/14 Plumbing

Church ES (2626) 3A TOILET IS 
OVERFLOWING IN G/RR 
4TH GRADE HALL
PLANT MGR-
SCURLOCK/438.4797

2/6/14 Plumbing

Church ES (2626) 3A ...........main office 
teacher's lounge, women 
restroom toilet seat loose 
on commode

2/12/14 Plumbing

Church ES (2626) 3A ....water fountain handle in 
hallway broke need to be 
replaced, knobs sticking 
out

2/25/14 Plumbing



Church ES (2626) 3A ........restroom in front of 
classroom 159, commode 
in boy's restroom stopped 
up, overflowing

2/25/14 Plumbing

Church ES (2626) 3A ......got a roof leak on the 
E hall, ceiling tile has a 
water stain on it.

10/21/13 Roof

Church ES (2626) 3A area rm#104k,104H, E1-
116,rm#127, cafeteria- 
ceiling tile water damage 
in each area very bad 
hazard

7/22/13 1st Floor main office Roof

Church ES (2626) 3A North hallway by rm#140m 
electrican closet, roof leak
hallway by rm#E116 
ceiling tile need remove 
blk w/stain
from roof leak

7/23/13 1st Floor Hallway Roof

Church ES (2626) 3A .....got two leaks in the 
Asst Prin office 104K

10/31/13 Roof

Church ES (2626) 3A .......got a leak in c/r A116 
in the restroom

10/31/13 Roof

Church ES (2626) 3A ......got water stained 
ceiling tile in the main 
entrance, in the hallway in 
front of classroom 135

11/4/13 Roof

Church ES (2626) 3A .......roof area over 
cafeteria leaks 

11/14/13 Roof

Church ES (2626) 3A .....in classroom 135 in the 
storage closet, some of 
the items in the teachers 
closet were wet

12/4/13 Roof



Church ES (2626) 3A ....... stained ceiling tile, D 
hallway ceiling tile, E 
hallway main entrance, 
Library storage room, 
stained ceiling tile 

1/9/14 Roof

Church ES (2626) 3A .......water stained ceiling 
tile in the cafeteria, in the 
teacher lounge on the E 
hallway across from 
classroom E111

1/10/14 Roof

Church ES (2626) 3A ........got water stained 
ceiling tile in the main 
office hallway, Asst Prin 
office, again

1/13/14 Roof

Church ES (2626) 3A .......in classroom C112 
there is leak on the north 
wall, water gets into the 
cabinet below

1/13/14 Roof

Church ES (2626) 3A ........leak in hallway in 
front of the 4th and 5th 
grade boys restroom, 
there will be an X on the 
ceiling

1/13/14 Roof

Church ES (2626) 3A .......got a leak in hallway 
in front on classroom 157, 
water stained ceiling tile

1/16/14 Roof

Church ES (2626) 3A .........still leaking at the 
front entrance, got water 
stained ceiling tile, got an 
extra wet spot in the main 
office

6/30/14 Roof

Church ES (2626) 3A .........water stained ceiling 
tile in classroom 159

6/10/14 Roof

Church ES (2626) 3A .........main hall front 
entrance hvac removed 
ceiling tile and we were 
able to see the sky, metal 
roof need to be sealed

6/17/14 Roof



Church ES (2626) 3A .......after the rain last 
night, got water stained 
ceiling tile in the Library 
storage room

6/26/14 Roof

Church ES (2626) 3A ........after rain yesterday, 
this morning got water 
stained ceiling tile on the 
east hallway of the 
cafeteria

6/26/14 Roof

Church ES (2626) 3A .......water stained ceiling 
tile in the teacher's lounge 
on the E-hallway

6/26/14 Roof

Church ES (2626) 3A .........in the main office, 
conference room in the 
women restroom, got 
water stained ceiling tile

6/27/14 Roof

Church ES (2626) 3A ........water stained ceiling 
tile in the hallway east and 
west side of the cafeteria

6/27/14 Roof

Church ES (2626) 3A ........got several water 
stained ceiling tiles in the 
cafeteria 

6/30/14 Roof

Church ES (2626) 3A Repair roof 4/23/14 Roof

Church ES (2626) 3A ........bad a bad leak in the 
main office front section, 
still leaking the the Asst. 
Prin. office, at the front 
entrance, in the 
conference office, east 
and west hallway of the, 
cafeteria, in the cafeteria, 

4/29/14 Roof

Church ES (2626) 3A Waterproof  west wall 5/27/14 Roof



Church ES (2626) 3A ..........roof leak in this area 
of building, got water 
stained ceiling tile 
157,159,E110,E111,E112,
E117,E118, main office 
hallway, Library storage 
closet, front entrance, 
Asst. Prin office 104H, E-

6/2/14 Roof

Church ES (2626) 3A .......in main office Asst 
Prin. ceiling still leaking, E-
hallway, hallway crosas 
from classroom 135, main 
entrance, D-hallway, west 
side of the cafeteria near 
the south double doors, 
wall in front of the Plant 

4/4/14 Roof

Church ES (2626) 3A ........ceiling leak in 
classroom C114

3/17/14 Roof

Church ES (2626) 3A ........still got that really bad 
leak in the main entrance 
in front of the main office, 
ceiling tile had been 
replaced before and its 
time to change them 
again, still leaking in the 
hallway in front of the 

3/18/14 Roof

Church ES (2626) 3A .......got a leak in the 
cafeteria, water stain tile

3/18/14 Roof

Church ES (2626) 3A .........got water running 
down wall in classroom 
C112, when it rains

2/4/14 Roof

Church ES (2626) 3A .........ceiling tile was 
replaced last over the 
entire building,  its raining 
this week and all the 
ceiling need to replaced 
again 2/4/2014, at the front 
entrance of the building, 
down E-hallway, down C-

2/4/14 Roof

Church ES (2626) 3A water leaking in classroom 2/19/14 1st Floor Rm#C112 Roof

Church ES (2626) 3A per ms mcfarlane 416-
0198 room C212 there is 
water coming down the 
wall (not sure from where 
said mr hawkins said to 
call in)

2/19/14 Roof



Church ES (2626) 3A .......having to re-replace 
ceiling tile in hallway in 
front of Plant Manager's 
office, outside of building 
along that area is a section 
that needs to be chalked 
from the outside,etc

2/20/14 Roof

Church ES (2626) 3A .......got a roof leak in the 
storage closet in the 
library, have replaced 
ceiling tile before

2/25/14 Roof

Church ES (2626) 3A .........classroom 127 has a 
really bad ceiling leak, 
have changed ceiling tile 
twice

2/26/14 Roof

Church ES (2626) 3A pipe in front of main office 
leaks on replaced ceiling 
tiles, will have an X on it

10/7/13 Roof

Church ES (2626) 3A pipe leaks on replaced 
ceiling tile in hallway in 
front of c/r 133, will have 
an X on it

10/7/13 in front of c/r 133 Roof

Church ES (2626) 3A ..........got a broken table in 
the cafeteria, next to the 
double doors near the 
coaches office

2/27/14 Sheet Metal

Church ES (2626) 3A ......a/c vent srcew 
stripped, filter keep falling 
out 

6/5/14 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Plumbing Roof Sheet Metal Grand Total

Cromwell ES (2130) 3B 2 1 18 28 21 24 3 2 99
Grand Total 2 1 18 28 21 24 3 2 99



Location Request Description Submittal Date Area Description Area Number Craft
Cromwell ES (2130) 3B floor titles has crumbler up 

all over the floor app 15 
pc, 

1/30/14 Cafeteria serving area Asbestos

Cromwell ES (2130) 3B abated and put back floor 
tile in serving area

4/30/14 Cafeteria serving area Asbestos

Cromwell ES (2130) 3B need help in developing a 
compture lab.a,s,a.p,

12/10/13 2nd Floor e229 Cabling

Cromwell ES (2130) 3B need to get app12 bulltin 
boards

7/31/13 Hallway/Corridor 3rd and4th gr also kk Carpentry

Cromwell ES (2130) 3B put the asst, principal  
funniture  back togeather

8/19/13 asst principal office Carpentry

Cromwell ES (2130) 3B need to get 03 marker 
boards

8/26/13 Administration Area principal office Carpentry

Cromwell ES (2130) 3B BOILER RM DOOR CANT 
SECURE
PLANT MGR-
TAYLOR/416.2504

8/27/13 Carpentry

Cromwell ES (2130) 3B DOOR TO RM 221-
HANGING OFF TOP 
HINGE PER SBE-PLANT 
MGR TAYLOR 416-2500 
KLR

9/18/13 Carpentry



Cromwell ES (2130) 3B door knob broken off 2nd 
floor

10/1/13 Restroom (Boys) annex B building Carpentry

Cromwell ES (2130) 3B need to get a box of ceiling 
towels 

10/29/13 1st Floor south back entrance Carpentry

Cromwell ES (2130) 3B Front entrance door will 
NOT SECURE per 
Barbara Taylor, Plant Mgr. 
416.9155

12/3/13 Carpentry

Cromwell ES (2130) 3B financial secretary's office 
door the lock just spins 
and can't secure per 
Barbara Taylor 416-2500

12/4/13 Carpentry

Cromwell ES (2130) 3B need to get a dry erase 
board remove a students 
wrote on it with permanent 
marker. and replace with 
another dry erase board,

1/14/14 2nd Floor e230 Carpentry

Cromwell ES (2130) 3B FRONT ENTRY DOOR, 
CANT SECURE. 
PLANT MGR-
TAYLOR/416.2500

1/30/14 Carpentry

Cromwell ES (2130) 3B broken off stall door 1/31/14 2nd grade boys rest rm Carpentry

Cromwell ES (2130) 3B put door handler back on, 
handler in plt/mgr office

4/4/14 Classroom e128 Carpentry

Cromwell ES (2130) 3B (2) ENTRANCE DOORS 
WEST SIDE OF BLDG-
BOTH NOT LATCHING-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
COWANS 416-2500 KLR

4/16/14 Carpentry



Cromwell ES (2130) 3B reinstall stall door, door is 
in the elec room

4/16/14 Restroom (Boys) 1st flr west Carpentry

Cromwell ES (2130) 3B ajust door so it can close 4/16/14 Cafeteria east entrance Carpentry

Cromwell ES (2130) 3B repair stall door 6/5/14 Restroom (Girls) south enterance Carpentry

Cromwell ES (2130) 3B please repair shelves that 
is falling and unevening

5/15/14 Library shelves Carpentry

Cromwell ES (2130) 3B 2-UV NOT COMING ON 
IN RM-9(058) RM-10(059).
PLANT MGR-
TAYLOR/416.2500

7/29/13 Electrical

Cromwell ES (2130) 3B i need to get app 15 
200watt bulbs for my boiler 
rm

8/6/13 Mechanical Room boiler rm. Electrical

Cromwell ES (2130) 3B ballast out in the kitchen 
employee restroom .

8/19/13 Electrical

Cromwell ES (2130) 3B Rm 159 not coming on 9/4/13 Electrical

Cromwell ES (2130) 3B BREAKER BOX KEEPS 
TRIPPING IN STORAGE 
CLOSET
PLANT MGR-
TAYLOR/416.2500

10/1/13 Electrical



Cromwell ES (2130) 3B Partial POWER OUTAGE 
in BUILDING B in ANNEX 
per Barbara Taylor, Plant 
Mgr. 416.9155

10/10/13 Electrical

Cromwell ES (2130) 3B BREAKER BOX 
SHOOTING OUT FIRE IN 
RM-E207.
PLANT MGR-
TAYLOR/416.9155

10/15/13 Electrical

Cromwell ES (2130) 3B all exit light are out 10/16/13 Cafetorium cafteria Electrical

Cromwell ES (2130) 3B need to get some60 watt 
bulbs also 100watt bulbs

10/17/13 1st Floor plant manger office Electrical

Cromwell ES (2130) 3B light are out on stair well 
on 3rd grade entrance

10/17/13 1st Floor 2 landing of stair well Electrical

Cromwell ES (2130) 3B ballast out 11/11/13 1st Floor library Electrical

Cromwell ES (2130) 3B ballast out 11/11/13 1st Floor teacher loung Electrical

Cromwell ES (2130) 3B ballast is out in 
rm,128also129 also130 
has new bulbs puy in,

11/12/13 Electrical

Cromwell ES (2130) 3B ballast out put new bulbs 
in

11/12/13 1st Floor hallway by plant manger 
office

Electrical



Cromwell ES (2130) 3B lights are out on south  
side where before and 
after care pick up their 
children, very dark  on that 
side of the school,

11/18/13 1st Floor near library Electrical

Cromwell ES (2130) 3B ballast out new bulbs put 
in.

11/21/13 2nd Floor e130 Electrical

Cromwell ES (2130) 3B POWER OUTAGE THRU 
ENTIRE BLDG
PLANT MGR-
TAYLOR/340.0759

12/10/13 Electrical

Cromwell ES (2130) 3B MASTER CLOCK NEEDS 
TO BE RESET 
PLANT MGR-
TAYLOR/416.2500

12/12/13 Electrical

Cromwell ES (2130) 3B  to get hyac adjusted and 
turn on heaters from the 
office of code 
enforcement,

1/8/14 Annex machine rm Electrical

Cromwell ES (2130) 3B Replace 2 bad ballasts 2/12/14 Classroom 2nd floor-room 23 Electrical

Cromwell ES (2130) 3B their are 2 sets off lights 
out in this room need 
ballasts,

3/24/14 2nd Floor 231 Electrical

Cromwell ES (2130) 3B i need to get a box off 
flouresent bulbs, also somr 
100 wt, bulbs

3/24/14 Electrical

Cromwell ES (2130) 3B remount outlet off floor   
trip harzard

4/7/14 Kitchen Electrical



Cromwell ES (2130) 3B replace blown bulbs (5) 
needs lift to reach

5/7/14 Cafeteria ceiling Electrical

Cromwell ES (2130) 3B UNIT NOT COMING ON 
IN TEACHER LOUNGE
PLANT MGR-
COWAN/416.2500

5/8/14 Electrical

Cromwell ES (2130) 3B replace ballast 6/23/14 Stairway annex middle section Electrical

Cromwell ES (2130) 3B Please have electrician 
check grounding a the 
electrical panel in the book 
room. The voltage read at 
the fire alarm panel was 
greater that .007VAC. This 
can result in transient 
issues for the fire alarm 

6/27/14 Electrical

Cromwell ES (2130) 3B Disconnect power to 
steam table to allow new 
tile to be installed.

5/27/14 Electrical

Cromwell ES (2130) 3B CHILLER IS NOT 
COMING ON. SBE 
TAYLOR 416-9155

7/2/13 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B chiller in alarm 7/23/13 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B UV-1 RM 11 & RM 209 B 
BLDG-BOTH NOT 
COOLING-SBE TAYLOR 
416-9155 KLR

8/8/13 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B UV-1 RM 20 (128)-NOT 
COOLING-SBE TAYLOR 
416-2500 KLR

8/9/13 Heating/Ventilation /Air 
Conditioning



Cromwell ES (2130) 3B Monthly - Filter-Cromwell 
Elementary - Refer to PM 
schedule details.

10/6/13 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B change fromair to heat. 11/8/13 1st Floor thur out school Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B 4-uv ARE OVERHEATING 
(95) IN RM-
228E,157,159,230
PLANT MGR-
TAYLOR/416.2500

11/19/13 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B HEAT RM E219-NOT 
HEATING-PLANT MGR 
TAYLOR 416-9155 KLR

11/19/13 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B HEAT RM E219 2ND GR 
HALL-NOT HEATING-
LEAD SHAMBLEY 416-
2500 KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B annex building principal's 
office and teacher's lounge 
unit blowing cold air per 
Ms. Taylor 416-9155

11/25/13 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B Boiler in alarm 12/5/13 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B HEAT RMS E159, E160, 
E108, & 219-ALL NOT 
HEATING-PLANT MGR 
TAYLOR 416-2500 KLR

12/9/13 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B HEAT RMS E157, 158, 
E159, E160, 229, 230, & 
231-ALL NOT HEATING-
PLANT MGR TAYLOR 416-
9155 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning



Cromwell ES (2130) 3B per Barbara Taylor 416-
9155 room 209 in annex is 
blowing cold air

1/7/14 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B per Ms. Chambley 416-
2500 entire building has 
no heat

1/22/14 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B Monthly - Oil Lube & Belt-
Cromwell Elementary - 
Refer to PM schedule 
details.

1/25/14 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B HEAT LIBRARY, RM 
E109, E208, E210, E207, 
E218, & E219-ALL NOT 
HEATING-PLANT MGR 
HOOKER 416-2500 KLR

2/6/14 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B Monthly - Filter-Cromwell 
Elementary - Refer to PM 
schedule details.

2/9/14 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B per mr hooker 416-2500 
room 121 in annex is 
blowing cold air

2/11/14 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B Monthly - Filter-Cromwell 
Elementary - Refer to PM 
schedule details.

6/8/14 Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B filter need to be changed 1/23/14 1st Floor thur out building Heating/Ventilation /Air 
Conditioning

Cromwell ES (2130) 3B commode stop up when 
flush water run all over the 
floor into hall ways.

8/26/13 2nd Floor 2nd 4th grade Plumbing



Cromwell ES (2130) 3B urinal stop up also 1 off 
the commode

9/3/13 2nd Floor 2nd boys bath rm, Plumbing

Cromwell ES (2130) 3B URINAL PIPE IS 
LEAKING WATER IN 
B/RR B-BLDG 1ST FLR.
PLANT MGR-
TAYLOR/416.2500

9/17/13 Plumbing

Cromwell ES (2130) 3B TOILET PIPE IS 
FLOODING IN B/RR 2ND 
FLR
LEAD PERSON-
SHAMBLEY/416.2500

9/27/13 Plumbing

Cromwell ES (2130) 3B drinking fountain water 
running over the top 
wetting the student up.

9/27/13 Cafeteria Plumbing

Cromwell ES (2130) 3B 2ND FLR B RR 2ND 
GRADE AREA-HAS 
FLOODED OUT-PER 
SBE, CAN'T TELL 
WHERE WATER COMING 
FROM-PLANT MGR 
TAYLOR 416-2500 KLR

10/2/13 Plumbing

Cromwell ES (2130) 3B water facut broken water 
running all time,

10/29/13 1st Floor boys rest rm. Plumbing

Cromwell ES (2130) 3B urinal leaking very bad in 
this rest room

10/29/13 1st Floor boys rest rm by main office Plumbing

Cromwell ES (2130) 3B CEILING PIPE IS 
LEAKING WATER IN 5TH 
GRADE HALL 2ND FLR 
ANNEX.
LEAD PERSON-
SHAMBLEY/416.2500

11/7/13 Plumbing

Cromwell ES (2130) 3B floor drain cover has come 
a lose from the floor 
leaving a hole it is a safety 
lssues some on could step 
in the hole,

12/10/13 serving area Plumbing



Cromwell ES (2130) 3B urinal leaking very bad in 
boys rest room all over 
floor

1/15/14 2nd Floor boys rest rm. Plumbing

Cromwell ES (2130) 3B COMMODE 1ST GRADE 
HALL G RR-HAS COME 
COMPLETELY UP FROM 
FLOOR AND WATER 
LEAKING OUT, CAN'T 
CONTAIN-PLANT MGR 
TAYLOR 416-2500 KLR

1/27/14 Plumbing

Cromwell ES (2130) 3B (2) COMMODES G RR 
2ND GR HALL-SHOOTS 
WATER OUT WHEN 
FLUSHED-PLANT MGR 
TAYLOR 416-2500 KLR

1/31/14 Plumbing

Cromwell ES (2130) 3B hand  faucet broken off in 
B building boys rest room 
1 st floor

2/10/14 Plumbing

Cromwell ES (2130) 3B Repair flush valve on 
commode 3rd stall

2/11/14 Restroom (Girls) 1st floor-1st grade hall Plumbing

Cromwell ES (2130) 3B COMMODE 1ST GR HALL 
G RR 3RD STALL-
OVERFLOWING-LEAD 
SHAMBLEY 416-2500 
KLR

3/7/14 Plumbing

Cromwell ES (2130) 3B TOILET IS 
OVERFLOWING IN G/RR 
1ST GRADE HALL
PLANT MGR-
TAYLOR/416.2500

3/25/14 Plumbing

Cromwell ES (2130) 3B TOILET IS OVER 
FLOWING IN B/RR 
ANNEX
PLANT MGR-/416.2500

4/1/14 Plumbing

Cromwell ES (2130) 3B Test RPs 4/8/14 Plumbing



Cromwell ES (2130) 3B reset twist toilet and check 
for leak

4/28/14 Restroom (Girls) high school Plumbing

Cromwell ES (2130) 3B the two and the three 
compartment sinks leak, 
check flushing on toilet, 
check back up drain

4/30/14 Kitchen prep area Plumbing

Cromwell ES (2130) 3B toilet leaking 6/23/14 Restroom (Girls) annex downstair last stall Plumbing

Cromwell ES (2130) 3B repair handler on both 
sinks 

6/25/14 Custodial Closet 1st and 2nd fl on sinks Plumbing

Cromwell ES (2130) 3B Replace floor drain in 
serving area in cafe.

5/29/14 Plumbing

Cromwell ES (2130) 3B leaking very bad near 
rm,221

7/2/13 2nd Floor hallway---b building Roof

Cromwell ES (2130) 3B leaking in the same place 
that was fix 02 weeks ago

7/23/13 1st Floor near main office Roof

Cromwell ES (2130) 3B Repair roof leak 2/4/14 Cafetorium Middle of stage around  
the lights

Roof

Cromwell ES (2130) 3B Fabricate and install floor 
plate for exspansion joint 
in main building. 

9/5/13 Sheet Metal



Cromwell ES (2130) 3B Dismantle serving line and 
steam tables so they can 
be moved.

5/27/14 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Crump El (2133) 3B 5 3 31 55 41 3 59 4 6 207
Grand Total 5 3 31 55 41 3 59 4 6 207



Location Request Description Submittal Date Area Description Area Number Craft
Crump El (2133) 3B Please check classroom 

metal window, paint chips 
for fungus

9/24/13 Asbestos

Crump El (2133) 3B Replace Damage Floor 
Tile (1/2 of the hall floor tile 
damage)

1/24/14 Hallway/Corridor KK-Hall, Main Hall & st 
Grade Hall

Asbestos

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" Please Check 
Black fungus growth ... 
growning on ceiling tile .. 
due to bullet hole in roof.

9/20/13 Asbestos

Crump El (2133) 3B Repair/replace broken, 
damage, kk- hall and main 
lobby floor tiles.

4/10/14 Restroom (Girls) Middle Hall (Front) Asbestos

Crump El (2133) 3B Please ck classroom west 
window/wall for fungus 
growing around window 
(per Risk Management)

9/25/13 Classroom Rm #26 Asbestos

Crump El (2133) 3B Repair/replace telephone 
jack..not working

9/27/13 Classroom Print Shop in Gym Cabling

Crump El (2133) 3B Install a new telephone 
line jack behind Kids 
House Desk

(SCS Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

2/5/14 Cafeteria Kid House Area Cabling

Crump El (2133) 3B Check Fiber to Portable 
#C-34

9/17/13 Portables Portable bld #C-34 Cabling



Crump El (2133) 3B Brown base board need 
replacing

9/24/13 Classroom CR# 5 Carpentry

Crump El (2133) 3B Repair/replace wooden 
hand rails, walk boards, to 
portable building 

10/3/13 Portables Ramp to portable builds Carpentry

Crump El (2133) 3B Install a 4'X8' white marker 
board, west wall

2/7/14 Classroom Room #13 Carpentry

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" 
Repair/Replace door panic 
bar lock.. will not lock .. 
Plant manager has a 2X4 
across the door 

11/26/13 Portables Portable #25 Carpentry

Crump El (2133) 3B portable 24 panic bar 
broken and can't secure 
per Mr. Scott 416-5936

12/2/13 Carpentry

Crump El (2133) 3B Replace loose/missing 
floor tiles .. ply-wood 
flooring underneath tile .. 
(soft from years of leaking 
roof)

12/11/13 Portables P# 31 ESL Carpentry

Crump El (2133) 3B Repair/replace broken 
water damage floor tile .. 
cafeteria entrance doors. 
Becoming a trip hazzard. 

12/17/13 Cafeteria Dinning Area Carpentry

Crump El (2133) 3B Repair/replace broken 
water damage floor tile, 
center of classroom floor.

7/20/13 CR # 4 Carpentry

Crump El (2133) 3B The boards in front of the 
door of portable # 31 is 
sticking up causing the 
door not to open. 

8/27/13 Portables 31 Carpentry



Crump El (2133) 3B Repair the front entrance 
window trim on door in 
between gym and library.

8/29/13 Hallway/Corridor Carpentry

Crump El (2133) 3B Teacher stated that some 
times door knob will not 
open with key. Room#26

8/29/13 Classroom #26 Carpentry

Crump El (2133) 3B Strike plate loose on 
classroom door.

8/30/13 Classroom K-2 Carpentry

Crump El (2133) 3B Window needs recaulking 
it leaks and ant are coming 
in. 

8/30/13 Classroom K-2 Carpentry

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" .. Replace 
broken/weather damage 
ramp boards in front of 
door .. Teacher can not 
enter/exit door because of 
uneven boards.

9/5/13 Portables Portable building #P31 Carpentry

Crump El (2133) 3B Replace milky white plastic 
door glass .. can't see who 
is coming into the building.

9/6/13 Hallway/Corridor Rear Exit Double Doors Carpentry

Crump El (2133) 3B broken window in CR#2 
(had break in) per michael 
scott 416-5936

9/17/13 Carpentry

Crump El (2133) 3B Door Lock Bad .. Key will 
not open classroom door

9/23/13 Classroom Room# 26 Carpentry

Crump El (2133) 3B Install White Marker Board 4/29/14 Classroom Kk-3 Carpentry



Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" Classroom 
window latch broken .. 
can't lock window

5/23/14 Classroom Room #48 Carpentry

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST"   Classroom 
window latch broken .. 
can't lock window

5/23/14 Classroom Room #16 Carpentry

Crump El (2133) 3B Repair/replace broken 
damage classroom floor 
tile

5/23/14 Classroom KK Hall .. Rm # K-2 Carpentry

Crump El (2133) 3B Repair/replace broken, 
damage floor tile; water 
soaked wall paneling and 
base board

5/23/14 Portables Portable bldg. #P-34 Carpentry

Crump El (2133) 3B Repair/replace broken, 
damage. missing floor tile 
and loose portch boards. 

5/23/14 Portables Portable bldg. #P-31 Carpentry

Crump El (2133) 3B Portable P-9   Install metal 
covering over ripped vinyl 
flooring in portalbe.

6/3/14 Carpentry

Crump El (2133) 3B Portable   P-8      Wall 
needs to be repaired and 
floor tiles replace where 
missing or broken.

6/3/14 Carpentry

Crump El (2133) 3B Need threshold at front 
entrance and a metal plate 
to the right side of 
entrance door.

6/3/14 Carpentry

Crump El (2133) 3B Large hole in floor, replace 
with blue floor title (SBE 
has the blue titles)

3/26/14 Library Entrance Double Doors Carpentry



Crump El (2133) 3B Repair/replace  broken, 
damage, missing, 
unevenly portable building 
floor tiles and sagging, 
weak, damage ply-wood 
flooring.

3/28/14 Portables Build # P-34 Carpentry

Crump El (2133) 3B Repair/replace broken, 
water stain damage 
classroom floor tile.

6/9/14 Carpentry

Crump El (2133) 3B paneling needs painting 
for wall

6/11/14 Carpentry

Crump El (2133) 3B School sign damage 
during storm .. glass 
pushed in 

2/25/14 Grounds Front Lawn Carpentry

Crump El (2133) 3B Repair/replace ceiling 
fluorescent light fixture or 
bad ballast

9/24/13 Classroom  Rm# 26 Electrical

Crump El (2133) 3B Repair/replace wall 
electrical outlet .. 
underneath white marker 
board. 

9/25/13 Classroom Rm #33 Electrical

Crump El (2133) 3B Replace/repair ceiling 
fluorescent light fixture or 
bad ballast

9/30/13 Classroom Rm #K-4 Electrical

Crump El (2133) 3B Replace/repair broken wall 
outlet underneath book 
shelve

10/10/13 Classroom Computer Lab Rm# GR-3 Electrical

Crump El (2133) 3B Repair/replace blown 
ceiling fluoresecent light 
fixture or bad ballast .. 
Principal want to know if 
we can get another fixture 
in hallway

1/15/14 Administration Area Main Office Electrical



Crump El (2133) 3B Repair/replace blown 
ceiling fluorescent light 
fixture or bad ballast

1/16/14 Library Office Electrical

Crump El (2133) 3B Order some clear base 
flood work order # is 
409456.Forgot to put how 
many.Need about (20) 
twenty.

1/21/14 Auditorium 1st floor auditorium/kitchen 
dock.

Electrical

Crump El (2133) 3B per mr scott 416-5936 they 
had a power surge and 2 
classrooms smell smoke 
#24 and KK-2

2/4/14 Electrical

Crump El (2133) 3B Ceiling fluoresecent Lights 
over cafeteria serving line 
blinking on and off

2/13/14 Cafeteria Dinning Room Area Electrical

Crump El (2133) 3B Repair/replace broken, 
damage, wall outlet

2/19/14 Classroom Room #16 Electrical

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" School alarm 
system need resetting ..  
ground fault light flashing  
.. doors magnetic not 
working 

2/25/14 Administration Area Main Office Electrical

Crump El (2133) 3B Repair/replace Hall ceiling 
fluorescent light fixture or 
bad ballast

10/15/13 Hallway/Corridor 1st & 4th Grade Hall Electrical

Crump El (2133) 3B Rm #K-1 & Rm #48 .. 
Repair/replace classroom 
blown ceiling fluorescent 
light fixture or bad ballast

10/15/13 Classroom KK- Hall & 5th Grade Hall Electrical

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" .. 
Repair/replacs ceiling 
fluoresecent light fixture or 
bad ballast. (4) need 
replacing

10/28/13 Portables Portable #27 Electrical



Crump El (2133) 3B STEAMER KITCHEN 
AREA-SPARKING FIRE 
AND SHORTING OUT 
PER SBE-PLANT MGR 
SCOTT 416-1970 KLR

10/31/13 Electrical

Crump El (2133) 3B # 253-017...253-023..#253-
026   Repair or replace 
roof top HVAC 
exhaust/return fan 
motor/belt

11/8/13 Hallway/Corridor Roof Top Electrical

Crump El (2133) 3B RTU #253-41 ..#253-59  
Repair or replace HVAC 
exhaust fan motor or belt .. 
not working

These are restroom exaust 
fans.  wds

11/8/13 Hallway/Corridor Roof Top Electrical

Crump El (2133) 3B Repair/replace four (4) 
blown ceiling fluorescent 
light fixture or bad ballast

11/15/13 Portables Portable #27 Electrical

Crump El (2133) 3B Reset outside parking lot 
lights timmer to day light 
saving time schedule

11/18/13 Grounds Parking Lot lights Electrical

Crump El (2133) 3B Outside Building exterior 
lights .. side parking lot, 
behind cafeteria, not 
working .. will need bucket 
truck (16'or 18' off the 
ground)

11/27/13 Grounds Side Exit Door Electrical

Crump El (2133) 3B Plant Manager need three 
(3) boxes of fluoresent 
light blubs to change 
blown light in halls and 
classrooms.

12/2/13 Administration Area Plant Manager's Office Electrical

Crump El (2133) 3B Rm #5, 7 & 10.. 
Repair/replace blown 
ceiling fluoresecent light 
fixture or bad ballast

12/3/13 Classroom 2nd & 3rd Grade Hall Electrical

Crump El (2133) 3B Rm #23, 24, 27 & 34 ... 
Repair/replace blown 
ceiling fluorescent light 
fixture or bad ballast

12/3/13 Classroom 1st & 4th Grade Hall Electrical



Crump El (2133) 3B Rm# 14, 15 & 16 .. 
Repair/replace blown 
ceiling fluorescent light 
fixture or bad ballast.

12/3/13 Classroom 3rd Grade Hall Electrical

Crump El (2133) 3B Room #K-2, K-5 & K-7.. 
Repair/replace blown 
ceiling fluorescent light 
fixture or bad ballast.

12/3/13 Classroom KK  Hall Electrical

Crump El (2133) 3B Repair/replace blown 
fluoresecent light fixture or 
bad ballast.

12/11/13 Administration Area Main Office Electrical

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" Repair/replace 
three (3) outside 400 
watts, wall light fixture (red 
tape marker) & one (1) 
telephone pole light fixture 
.. blown bulb or bad ballast

12/17/13 Parking Lot Front Parking/Side Lot Electrical

Crump El (2133) 3B Repair/replace ... three (3) 
.. four blubs ... blown 
ceiling fluorescent light 
fixture or bad ballast

12/27/13 Cafeteria Kitchen Area Electrical

Crump El (2133) 3B Repair/replace blown 
ceiling fluoresecnt light 
fixture or bad ballast

12/27/13 Administration Area Hall Electrical

Crump El (2133) 3B Master Time Clock ... time 
need resetting 

1/10/14 Administration Area Main Office Electrical

Crump El (2133) 3B LIGHTS ARE FLASHING 
ON - OFF & HAVE 
BURNING SMELL IN 
PORT-29
PLANT MGR-
SCOTT/416.1970

1/15/14 Electrical

Crump El (2133) 3B Please replace cover on 
elect. oulet next to room # 
33.

8/20/13 Hallway/Corridor Electrical



Crump El (2133) 3B FIRE ALARM SYSTEM-
SHOWING TROUBLE-
PLANT MGR WATKINS 
416-1970 KLR

8/22/13 Electrical

Crump El (2133) 3B  T8 lamps are needed for 
classrooms and hallways.

8/24/13 Electrical

Crump El (2133) 3B Portable #30 - a/c not 
coming on per Watkins 
864-1009

8/27/13 Electrical

Crump El (2133) 3B Please repair the lights on 
side of building it is very 
dark around building at 
night.

8/27/13 Parking Lot Electrical

Crump El (2133) 3B Repair/replace damage, 
broken ceiling fluoresent 
light fixture or bad ballast..

9/3/13 Administration Area Inter office hall Electrical

Crump El (2133) 3B SBE need two (3) boxes of 
Fluorescent light blubs

9/4/13 Administration Area SBE's Office Electrical

Crump El (2133) 3B KK #3 a/c not working and 
CR #6 a/c not working per 
Mr. Scott 416-5936

9/10/13 Electrical

Crump El (2133) 3B Repair/replace blown 
ceiling fluoresent light 
fixture or bad ballast 
Rm#30 #31& #34

9/12/13 Classroom 1st & 4th Grade Hall Electrical

Crump El (2133) 3B Repair/replace blown 
ceiling fluoresent light 
fixture or bad ballast.

9/12/13 Classroom 1st & 4th Grade Hall Electrical



Crump El (2133) 3B Repair/replace blown 
ceiling fluoresent light 
fixture or bad ballast .. 
Rm#30(1), Rm#27(3), 
Rm#21(1) and Rm#23(2)

9/16/13 Classroom 3rd Grade Hall Electrical

Crump El (2133) 3B Repair/replace blown six 
(6) ceiling fluoresent light 
fixture or bad ballast.  

9/16/13 Library Horse Shoe Hall Electrical

Crump El (2133) 3B Replace  lights that are out 
in the gym.

4/21/14 Electrical

Crump El (2133) 3B Repair/replace blown 
ceiling fluorescent light 
fixture or bad ballast (only 
one light fixture in office)

4/28/14 Cafeteria Managers' Office Electrical

Crump El (2133) 3B Repair/replace blown 
ceiling fluoresecent light 
fixture or bad ballast

4/28/14 Portables Portable #167 & 25 Electrical

Crump El (2133) 3B Repair/replace 2 blown 
ceiling fluorescent light 
fixture or bad ballast... Kk-
Hall & 5th Grade Hall

5/14/14 Hallway/Corridor KK-Hall & 5th Grade Hall Electrical

Crump El (2133) 3B Plant Manager need two 
(2) boxes of Fluorescent 
Light Blubs

5/14/14 Administration Area SBE's Office Electrical

Crump El (2133) 3B Repair/replace two (2) 
blown ceiling fluorescent 
light fixture or bad ballast

2/28/14 Classroom CR-21 Middle Hall Electrical

Crump El (2133) 3B Repair/replace ceiling 
fluorescent light fixture or 
bad ballast

3/26/14 Classroom CR #1 Middle Hall Electrical



Crump El (2133) 3B Repair/ replace blown 
ceiling fluorescent light 
fixture or bad ballast

4/1/14 Classroom Rm # 41, 46 & 43 Electrical

Crump El (2133) 3B Repair/replace blown 
ceiling fluorescent light 
fixture or bad ballast

4/1/14 Classroom Rm # K-6, Cr-28 & Rm# 
32

Electrical

Crump El (2133) 3B Replace/replace blown 
ceiling fluorescent light 
fixture or bad ballast

4/1/14 Classroom Rm# S-4, S-1 & CR-1 Electrical

Crump El (2133) 3B Repair/replace blown 
ceiling fluorescent light 
fixture or bad ballast.

4/1/14 Hallway/Corridor Middle Hall Electrical

Crump El (2133) 3B Replace/repair wallout 
on/off switch

6/6/14 Restroom (Boys) 1st grade Hall Electrical

Crump El (2133) 3B Monthly - Filter-Crump 
Elementary - Refer to PM 
schedule details.

4/6/14 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B HEAT GYM AREA, RM 13, 
& 16-ALL NOT HEATING-
PLANT MGR SCOTT 416-
1970 KLR

2/6/14 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B Monthly - Oil Lube & Belt-
Crump Elem - Refer to PM 
schedule details.

2/22/14 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B A/C CR5 & RM K5-BOTH 
NOT COOLING-PLANT 
MGR 416-1970 KLR

10/15/13 Heating/Ventilation /Air 
Conditioning



Crump El (2133) 3B HEAT RM 46, 24, & PORT 
28-ALL NOT HEATING-
PLANT MGR SCOTT 416-
1990 KLR

11/13/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B HEAT RM 26-MAKING 
NOISES-PLANT MGR 
SCOTT 416-1990 KLR

11/13/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B UNIT NOT HEATING IN 
RM-28 (TECH IS 
ALREADY ON SITE).
PLANT MGR-
SCOTT/416.1970

11/20/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B Monthly - Filter-Crump 
Elementary - Refer to PM 
schedule details.

12/8/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B HEAT RM K1, K44, CR1, 
& 31-ALL NOT HEATING-
PLANT MGR SCOTT 416-
1970 KLR

1/9/14 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B WINDOW UNIT PORT 29-
NOT HEATING-PLANT 
MGR SCOTT 416-1970 
KLR

1/9/14 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B Rooftop Units in Rooms 
CR22, CR25, CR27, and 
45 are NOT COOLING per 
Mr. Scott at 901.416.5936.

7/17/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B Rooftop Unit in Room CR5 
LEAKING WATER per Mr. 
Scott, Plant Mgr. at 
901.416.5936.

7/17/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B Monthly - Oil Lube & Belt-
Crump Elem - Refer to PM 
schedule details.

7/20/13 Heating/Ventilation /Air 
Conditioning



Crump El (2133) 3B UNIT IS NOT  COOLING 
IN RM 6.  SBE SCOTT 
416-5936

7/26/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B RTU NOT COMING ON IN 
CAFE.  
PLANT MGR-
SCOTT/416.1990

8/9/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B WINDOW A/C UNIT PORT 
34-NOT COMING ON-
SBE SCOTT 416-5936 
KLR

8/9/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B A/C IN PORTABLES 25, 
30, RTU 2 HALL ROOF 
RM 43, RTU 2 HALL 
ROOF RM 1 & PRINT 
SHOP AREA-ALL NOT 
COOLING-SBE SCOTT 
416-5936 KLR

8/9/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B RTU OFC ROOF NE 
SERVES PRIN'S OFC, 
RTU 2 HALL ROOF RM 7-
NOT COOLING/LEAK, 
RTU 2 HALL ROOF RM 6-
ALL NOT COOLING-SBE 
SCOTT 416-1970 KLR

8/12/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B Monthly - Filter-Crump 
Elementary - Refer to PM 
schedule details.

8/13/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B Rooftop unit 048 NOT 
COOLING per Mr. 
Watkins, Plant Mgr. at 
901.692.7219.

8/19/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B Roof top unit room 22 not 
cooling per Watkins 864-
1009

8/19/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B 2-RTU NOT COOLING IN 
RM-43, & FIN 
SECRETARY OFFICE
PLANT MGR-
WATKINS/416.1970 

8/20/13 Heating/Ventilation /Air 
Conditioning



Crump El (2133) 3B 4-RTU NOT COOLING IN 
CAFE, RM-2,22,43
PLANT MGR-
WATKINS/416.1970

8/21/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B room #1 not cooling per 
Watkins 416-1588

8/22/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B RTU RM 27-NOT 
COOLING-PLANT MGR 
WATKINS 416-1970 KLR

8/22/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B RTU NOT COOLING IN 
PRINT SHOP. 
PLANT MGR-
SCOTT/416.1970

8/23/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B A/C WINDOW UNITS IN 
PORTABLES 25 & 29-
BOTH NOT COMING ON-
PLANT MGR WATKINS 
KLR

8/27/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B PORT 25-A/C NOT 
COOLING-PLANT MGR 
WATKINS 416-1960 KLR

8/27/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B ENTIRE BLDG HAS NO 
AIR-NOT COMING ON-
PLANT MGR WATKINS 
416-1960 KLR

8/30/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B UNIT NOT COMING ON 
IN PORT-25
PLANT MGR-
SCOTT/416.1970

9/9/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B A/C PORT 30-NOT 
COOLING-PLANT MGR 
SCOTT 416-1970 KLR

9/12/13 Heating/Ventilation /Air 
Conditioning



Crump El (2133) 3B Classroom #7 Rooftop unit 
LEAKING per Mr. Scott, 
Plant Mgr. 416.5936.

9/16/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B A/C unit in KK1 Pre-school 
area is NOT COOLING per 
Mr. Scott, Plant Mgr. 
416.9536

9/18/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B room 25 a/c not cooling 
per Mr. Scott 416-5936

9/23/13 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B A/C RM 6-NOT COOLING-
PLANT MGR SCOTT 416-
1970 KLR

5/7/14 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B A/C MAIN OFC-NOT 
COOLING-PLANT MGR 
SCOTT 41601970 KLR

5/12/14 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B HVAC vent 
leaking/condensating .. 
water dripping into 
classroom

5/23/14 Classroom KK Hall .. Rm # K-2 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B  UNITS NOT HEATING IN 
RM-10,14,16,GYM
PLANT MGR-
SCOTT/416.1990

3/17/14 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B per mr scott 416-9142 
room E49 in POD #3 
blowing cold

3/17/14 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B UNIT IS OVERHEATING 
(89) IN SECRETARY 
OFFICE. 
PLANT MGR-
SCOTT/416.1970

3/27/14 Heating/Ventilation /Air 
Conditioning



Crump El (2133) 3B A/C MAIN OFC AREA-
BLOWING TOO COLD-
CAN'T TELL WHAT TEMP 
IS DUE TO THERMOSTAT 
NOT WORKING 
PROPERLY-PLANT MGR 
LONDON 416-1970 KLR

6/25/14 Heating/Ventilation /Air 
Conditioning

Crump El (2133) 3B Classroom need painting 9/24/13 Classroom CR# 5 Painting

Crump El (2133) 3B Repaint School name on 
front of building (fade out), 
no school address and 
classroom/office door main 
horse shoe hall 

3/21/14 Parking Lot front of Building/Main Hall Painting

Crump El (2133) 3B 1st grade classroom paint 
chipping, kids pilling paint 
off the walls (afraid kids 
will put paint chipps in 
his/her mouth)

5/29/14 Classroom CR#25 & CR#-27 Painting

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST".. Toilets 
stopped up, flush 
value/pipes leaking top of 
toilet

9/30/13 Restroom (Boys) Middle Hall  (rear) Plumbing

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST".. Toilets 
stopped up, flush 
value/pipes leaking top of 
toilet

9/30/13 Restroom (Boys) Middle Hall  (rear) Plumbing

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" Toilet Stopped 
Up .. Last one on the right

10/10/13 Restroom (Girls) 1st & 4th Grade Hall Plumbing

Crump El (2133) 3B Toilet Stopped Up 1/31/14 Restroom (Girls) Middle Hall & 4th Grade 
Hall 

Plumbing

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" Kitchen sink, 
leaking  from the drain 
pipe.  

2/19/14 Cafeteria Kitchen Area Plumbing



Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" .. Toilet 
Stopped Up (Plant 
Manager would unstop 
toilet .. auger 
broken..requested a new 
one on schooldues .. per 
Ed Hawkins)

10/25/13 Restroom (Boys) 1st & 4th Grade Hall Plumbing

Crump El (2133) 3B Three (3) compartment 
sink leaking from the 
bottom drain pipes

10/30/13 Cafeteria Kitchen Plumbing

Crump El (2133) 3B Toilet will not flush 11/5/13 Restroom (Girls) Middle Hall (Front) Plumbing

Crump El (2133) 3B Toilet Stopped Up 11/5/13 Restroom (Girls) 1st & 4th Grade Hall Plumbing

Crump El (2133) 3B Toilet stopped up 11/8/13 Restroom (Girls) Middle Hall (Rear) Plumbing

Crump El (2133) 3B Toilet stopped up 11/8/13 Restroom (Girls) 1st Grade Hall (front) Plumbing

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST".. Toilet 
stopped 
Attn. ANTHONY HUNT

11/19/13 Restroom (Girls) 5th Grade Hall Plumbing

Crump El (2133) 3B 'URGENT WORK ORDER 
REQUEST" Boys Urinal 
Flush valve 
broken/disconnected from 
wall

12/23/13 Restroom (Boys) 2nd grade Hall (front RR) Plumbing

Crump El (2133) 3B WATER LINE TO HOT 
WATER TANK IN 1ST GR 
HALL B/G RR'S-HAS 
BURST-SBE HAS WATER 
CUT OFF TO IT-PLANT 
MGR SCOTT 416-1970 
KLR

1/7/14 Plumbing



Crump El (2133) 3B BOYS RSTRM ON 1ST 
GRADE HALL URNIAL IS 
STOPPED UP AND 
FLOODED THE RSTRM. 
SBE SCOTT 416-5936

8/7/13 Plumbing

Crump El (2133) 3B RTU 1 HALL ROOF RM 
K7, RTU 2 HALL ROOF 
RM 12, & RTU 3 HALL 
ROOF RM 31-ALL ARE 
LEAKING-SBE SCOTT 
416-5936 KLR

8/9/13 Plumbing

Crump El (2133) 3B GAS SMELL AROUND 
THE GAS METER AREA 
IN THE KINDERGARTEN 
HALL-SBE SCOTT 416-
1990 KLR

8/15/13 Plumbing

Crump El (2133) 3B Water fountain is leaking in 
hallway next to teacher's 
lounge. 

8/21/13 Hallway/Corridor Plumbing

Crump El (2133) 3B SEWER DRAIN OUTSIDE 
BEHIND CAFE-STOPPED 
UP-SBE WATKINS 416-
1970 KLR

8/22/13 Plumbing

Crump El (2133) 3B A/C UNIT RM 7-LEAKING-
PLANT MGR WATKINS 
416-1970 KLR

8/26/13 Plumbing

Crump El (2133) 3B The drain pipe is clogged 
on hand sink in BRR next 
to room # 9

8/26/13 Restroom (Boys) Plumbing

Crump El (2133) 3B Urinal in Boy's RR next to 
teacher lounge is stopped 
up. 

8/28/13 Restroom (Boys) Plumbing

Crump El (2133) 3B Urinal in Boy's RR across 
from classroom#9 is 
stopped up. 

8/28/13 Restroom (Boys) Plumbing



Crump El (2133) 3B Faucet in Boy's RR across 
from classroom#9 is 
leaking.

8/28/13 Restroom (Boys) Plumbing

Crump El (2133) 3B Faucet in Boy's RR across 
from classroom#29 is 
leaking. 

8/28/13 Restroom (Boys) Plumbing

Crump El (2133) 3B Sink faucet is leaking in 
classroom K-2. 

8/30/13 Classroom K-2 Plumbing

Crump El (2133) 3B Water Cooler .. 
Repair/replace damage, 
rusted, leaking from 
bottom water cooler

9/3/13 Principal's Office Plumbing

Crump El (2133) 3B Replace broken toilet .. 
(replace with a hand-i-cap 
toilet.. hand rails, brighter 
light etc..) "please see 
Assistant Principal before 
ordering parts"

9/3/13 Administration Area Fin. Sec Rest Room Plumbing

Crump El (2133) 3B Repair leaking Sink Faucet 9/5/13 Administration Area Teacher lounge Plumbing

Crump El (2133) 3B Install grab bars in main 
office restroom.  

9/10/13 Plumbing

Crump El (2133) 3B No hot water in kitchen. 9/11/13 Plumbing

Crump El (2133) 3B Drain pipe leaking 9/11/13 Restroom (Boys) Middle Hall (Rear) Plumbing



Crump El (2133) 3B Urinal stopped up 9/11/13 Restroom (Boys) Middle Hall  (Front) Plumbing

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST"Replace/repair 
SINK FAUCET.

9/16/13 Administration Area Teacher Lounge Plumbing

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" Toilet 
broken/base loose .. waste 
water leaking from the 
bottom

9/16/13 Restroom (Boys) 3rd Grade Hall Plumbing

Crump El (2133) 3B Toilet stopped up 9/17/13 Restroom (Boys) 1st Grade Hall Plumbing

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" .. Toilet flush 
valve broken will not flush, 
toilet stopped up, waste 
water flooding restroom 

4/11/14 Restroom (Girls) Girls, Front, Middle Hall Plumbing

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" Cafeteria 
hand washing sink 
stopped up .. workers can't 
wash their hands. (per 
Health Department) 

4/30/14 Cafeteria Kitchen Plumbing

Crump El (2133) 3B Repair/replace broken, 
damage toilet.. base loose 
waste water flooding floor

5/6/14 Restroom (Girls) Middle Hall (front) Plumbing

Crump El (2133) 3B Water Fountain leaking 
water.. flood lobby floor

5/6/14 Restroom (Girls) KK-Hall (front) Plumbing

Crump El (2133) 3B Toilet Stopped Up.. Plant 
Manager tried but couldn't 
unstop the toliet.

5/6/14 Restroom (Boys) 5th Grade Hall (Rear RR) Plumbing



Crump El (2133) 3B A/C KINDERGARTEN K2-
CONDESATING, WATER 
COMING OUT OF VENTS-
PLANT MGR SCOTT 
41601970 KLR

5/12/14 Plumbing

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST".. Toilet loose 
at the floor..waste water 
leaking, flooding restroom 
floor

5/14/14 Restroom (Girls) Middle Hall (Front RR) Plumbing

Crump El (2133) 3B Toilet Will Not Flush 3/7/14 Restroom (Girls) 3rd Grade ..Middle Hall Plumbing

Crump El (2133) 3B Repair or replace sink 3 
compartment faucet 
leaking (per Health 
Department)

3/19/14 Cafeteria Kitchen Area Plumbing

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" ... Toilet Flush 
Valve Leaking water, 
flooding floor when flushed

4/2/14 Restroom (Girls) Middle Hall (Front) Plumbing

Crump El (2133) 3B 1st. Urinal leaking under 
pipe.

6/20/14 Restroom (Boys) At Plt. Mang. Off. Plumbing

Crump El (2133) 3B 3rd. Toilet leaking from 
pipe.

6/20/14 Restroom (Boys) At Plt. Mang. Off. Plumbing

Crump El (2133) 3B 2nd Toilet leakingfrom 
pipe.

6/20/14 Restroom (Girls) At Plt. Mang. Off. Plumbing

Crump El (2133) 3B Nozzel need repair on 
sink.

6/20/14 Restroom (Boys)      At Rm. 10 Plumbing



Crump El (2133) 3B 1st. Faucet leaking. 6/20/14 Restroom (Girls)  2nd Grd. Hal.   rm. 9 Plumbing

Crump El (2133) 3B On Sink nozzel need 
repair.

6/20/14 Restroom (Girls)  2nd Grd. Hal.   rm. 9 Plumbing

Crump El (2133) 3B 2nd Tiolet going in seat 
need repair.

6/20/14 Restroom (Girls)  2nd Grd. Hal.   rm. 9 Plumbing

Crump El (2133) 3B Going in 3rd. Stall leaking. 6/20/14 Restroom (Boys)  Across frm. Day Care Plumbing

Crump El (2133) 3B 4th. Stall leaking from 
pipe.

6/20/14 Restroom (Boys)  Across frm. Day Care Plumbing

Crump El (2133) 3B 2nd  Toilet leaking 
underheath round seal on 
pipe.

6/20/14 Restroom (Girls)  Across frm. Day Care Plumbing

Crump El (2133) 3B On Sink nozzel need 
repair.

6/20/14 Restroom (Girls)  By rm. 29 Plumbing

Crump El (2133) 3B On Sink 1st. faucet 
leaking.

6/20/14 Restroom (Boys)  By rm. 30 Plumbing

Crump El (2133) 3B Plant Manager need a 
"PLUMBER'S AUGER" to 
unstop the toilet (broken 
need replacing)

10/14/13 Administration Area Plant Manager's Office Plumbing



Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" Water running 
down west  classroom wall 
when it rain

2/4/14 Classroom Room #12 Middle Hall Roof

Crump El (2133) 3B Portable Roof Leaking 10/16/13 Portables Portable #25 Roof

Crump El (2133) 3B "URGENT WORK ORDER 
REQUEST" ... Repair 
large bullet hole in metal 
roof..

9/18/13 Portables Portable Kid  House #29 Roof

Crump El (2133) 3B Repair/replace leaking roof 5/23/14 Portables Portable bldg. #P-31 Roof

Crump El (2133) 3B Repair/replace classroom 
metal window rusted out

9/24/13 Classroom  Rm# 26 Sheet Metal

Crump El (2133) 3B Replace missing door 
expansion plate .. large 
gap underneath door

1/15/14 Portables Portable Bldg #29 & 25 Sheet Metal

Crump El (2133) 3B School awning damage .. 
bar bend need straighten 
out

2/25/14 Gym  Front Parking Lot Sheet Metal

Crump El (2133) 3B Classroom metal window 
rusted out, need replacing

9/24/13 Classroom CR# 5 Sheet Metal

Crump El (2133) 3B Classroom metal window 
rustedout, need replacing

9/24/13 Classroom CR# 7 Sheet Metal



Crump El (2133) 3B Repair/replace seal rust 
holes .. bottom of window

5/23/14 Classroom Rm #K-6 Sheet Metal



Count of Craft Craft
Location Cabling Carpentry Electrical HVAC Painting Plumbing Roof Grand Total

Double Tree El (2153) 3A 4 4 25 7 1 24 3 68
Grand Total 4 4 25 7 1 24 3 68



Location Request Description Submittal Date Area Description Area Number Craft
Double Tree El (2153) 3A we are truning our clue 

room in to the technology 
room so we need the room 
to have internet ports 
intalled

5/13/14 Cabling

Double Tree El (2153) 3A we have  bad 
networkjacks d tree 112 
and d tree 116 Williams 
room back left corner 
(Request Network Cabling 
Maintenance Repair).

8/12/13 Cabling

Double Tree El (2153) 3A The secretary cant buzz in 
the people uning the buzz 
in system. The system is 
not working properly. We 
need the buzz in system 
repaired 

8/26/13 Cabling

Double Tree El (2153) 3A We need a networkjack 
repaired in the music room

8/26/13 Cabling

Double Tree El (2153) 3A we need a new door in the 
main office principal,s 
office

4/22/14 Carpentry

Double Tree El (2153) 3A       repair hand rail 
cafeteria

9/3/13 Carpentry

Double Tree El (2153) 3A we have cileing title 
missing in our east hall 6in 
title we need the title 
replaced

9/17/13 Carpentry

Double Tree El (2153) 3A we have missing tiles in 
the cafeteria a lift will be 
needed to replaced the tile

10/18/13 Carpentry



Double Tree El (2153) 3A RTU - COVERS THE 
CAFE - NOT COMING ON 
- PM/PARKER 416-8144

5/5/14 Electrical

Double Tree El (2153) 3A we have a light out with a 
bad tranformer in our pre k 
room . the light needs to 
be repaired 

7/10/13 Electrical

Double Tree El (2153) 3A we have 3 light out in ms 
powers in space 101 bad 
tranformers . need to be 
repaired

7/10/13 Electrical

Double Tree El (2153) 3A we have a light out in the 
art space bad tranformer . 
need the light repaired

7/10/13 Electrical

Double Tree El (2153) 3A we have a light out in ms 
sudduth kk01 space bad 
tranformer . the light needs 
to be reaired

7/10/13 Electrical

Double Tree El (2153) 3A we have 2 lights out in 
kk02 ms Thompsons 
space . bad tranformer 
needs to be repaired

7/10/13 Electrical

Double Tree El (2153) 3A we have a light out in ms 
bensons space 201 . bad 
tranformer needs to be 
repaired

7/10/13 Electrical

Double Tree El (2153) 3A we have 2 lights out in ms 
buchanan space kk03 . 
bad tranformer needs to 
be repaired

7/10/13 Electrical

Double Tree El (2153) 3A we have a light out in ms 
mays space 102 . bad 
tranformer needs t9o be 
repaired

7/10/13 Electrical



Double Tree El (2153) 3A we have a light out in ms 
smith space 501 , bad 
tranformer need to be 
repaired

7/10/13 Electrical

Double Tree El (2153) 3A we need 4 boxes flr lights 
order # 56758

7/17/13 Electrical

Double Tree El (2153) 3A we 3 boxes of lights 
365432 

7/23/13 Electrical

Double Tree El (2153) 3A the order on the light bub 
the order#56758

7/23/13 Electrical

Double Tree El (2153) 3A we have lights out in the 
music room bad 
tranfromer need to be 
replaced 

7/24/13 Electrical

Double Tree El (2153) 3A we have a light out in main 
hallway bed tranfromer 

7/24/13 Electrical

Double Tree El (2153) 3A we have out in the main 
office bad transfromer 

7/24/13 Electrical

Double Tree El (2153) 3A we have 5 lights out in the 
main hallway the 
transformer is bad we 
need the lights repaired 

8/7/13 Electrical

Double Tree El (2153) 3A The timer to the parking lot 
lights is not controling the 
lights it is not cutting them 
off or on we need the timer 
fixed

9/17/13 Electrical



Double Tree El (2153) 3A RTU-1 OPEN SPACE (10) 
RMS(DON'T HAVE RM 
NUMBERS)-NOT 
COMING ON-PLANT 
MGR PARKER 416-8144 
KLR

1/6/14 Electrical

Double Tree El (2153) 3A We have lights out in room 
103 in our open space we 
need the lights repaired

1/29/14 Electrical

Double Tree El (2153) 3A we need 5 boxes of 46758 
lights

2/5/14 Electrical

Double Tree El (2153) 3A we need 7 boxes of 46758 
lights

2/5/14 Electrical

Double Tree El (2153) 3A      set all clock in zone 3/a 2/21/14 Electrical

Double Tree El (2153) 3A PUMP IS MAKING NOISE 
IN BOILER RM
PLANT MGR-
PARKER/416.8144

3/24/14 Electrical

Double Tree El (2153) 3A we need 30 light bulbs for 
the stage 200 watt long 
nack and 10 300 watt for 
the stage

3/27/14 Electrical

Double Tree El (2153) 3A Monthly - Filter-Doubletree 
Elementary - Refer to PM 
schedule details.

4/22/14 Heating/Ventilation /Air 
Conditioning

Double Tree El (2153) 3A Monthly - Filter-Doubletree 
Elementary - Refer to PM 
schedule details.

8/20/13 Heating/Ventilation /Air 
Conditioning



Double Tree El (2153) 3A RTU NOT COOLING IN 
CAFE
PLANT MGR-
PARKER/416.8144

9/3/13 Heating/Ventilation /Air 
Conditioning

Double Tree El (2153) 3A Monthly - Filter-Doubletree 
Elementary - Refer to PM 
schedule details.

12/24/13 Heating/Ventilation /Air 
Conditioning

Double Tree El (2153) 3A RTU-2 OPEN SPACE 
AREA (5) RMS(DON'T 
HAVE RM NUMBERS) & 
RTU-6 KITCHEN AREA-
BOTH NOT HEATING-
PLANT MGR PARKER 
416-8144 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Double Tree El (2153) 3A Monthly - Oil Lube & Belt-
Double Tree Elem - Refer 
to PM schedule details.

4/11/14 Heating/Ventilation /Air 
Conditioning

Double Tree El (2153) 3A Monthly - Oil Lube & Belt-
Double Tree Elem - Refer 
to PM schedule details.

9/6/13 Heating/Ventilation /Air 
Conditioning

Double Tree El (2153) 3A paint walls in clue rm., 
front main office

5/28/14 Painting

Double Tree El (2153) 3A SEWER LINE PARKING 
LOT AREA-BACKING UP 
WATER-PLANT MGR 
PARKER 416-8144 KLR

4/29/14 Plumbing

Double Tree El (2153) 3A LEAKING ICE MACHINE 
in the KITCHEN per 
Derrick Parker, Plant Mgr. 
416.8144

6/30/14 Plumbing

Double Tree El (2153) 3A we need the sink in the 
boys rest in the main hall 

7/23/13 Plumbing



Double Tree El (2153) 3A FLR DRAIN COVER IS 
MISSING, OUTSIDE BY 
DUMPSTER
PLANT MGR-
PARKER/416.8144

7/29/13 Plumbing

Double Tree El (2153) 3A the toilet in girls restroom 
leaking east hall

8/12/13 Plumbing

Double Tree El (2153) 3A we have a leaking toilet in 
the north boys restroom 
2floor 

8/27/13 Plumbing

Double Tree El (2153) 3A we have a leaking toilet 3 
floor south restroom girls

8/27/13 Plumbing

Double Tree El (2153) 3A HOT WATER TANK SBE'S 
OFC-LEAKING-PLANT 
MGR PARKER 416-8144 
KLR

8/30/13 Plumbing

Double Tree El (2153) 3A      repair water fountian 8/30/13 Plumbing

Double Tree El (2153) 3A WATER PIPE MAIN HALL-
LEAKING-PLANT MGR 
PARKER 416-8144 KLR

9/9/13 Plumbing

Double Tree El (2153) 3A we have a leaking sink in 
the plant manager it need 
to be repaired

9/16/13 Plumbing

Double Tree El (2153) 3A we have a sink that will not 
stop running on the hot 
side we need it repaired

10/8/13 Plumbing



Double Tree El (2153) 3A we have a toilet that will 
not stop running in the 
girls restroom by the main 
office 

11/5/13 Plumbing

Double Tree El (2153) 3A WATER LINE HAS BURST 
OUTSIDE FRONT OF 
BLDG PER SBE-WATER 
COMING UP THRU 
GROUND-PLANT MGR 
PARKER 416-8144 KLR

11/26/13 Plumbing

Double Tree El (2153) 3A We have a leak from a 
toilet in the boys restroom 
by the main office

12/9/13 Plumbing

Double Tree El (2153) 3A WATER LINE HAS BURST 
FRONT OF BLDG-WATER 
RUNNING UP THRU 
GROUND-PLANT MGR 
PARKER 416-8144 KLR

12/11/13 Plumbing

Double Tree El (2153) 3A Unstop main sewer 12/16/13 Plumbing

Double Tree El (2153) 3A we have a leaking sink in 
our pre k room we need 
the leak repaired 

2/18/14 Plumbing

Double Tree El (2153) 3A In our computer room the 
sink is stopped up we 
need the sink unstoped

2/19/14 Plumbing

Double Tree El (2153) 3A we have a leaking sink in 
the kitchen we need the 
leak repaired

2/20/14 Plumbing

Double Tree El (2153) 3A the sink in the S B E, S 
office the hot water will not 
cut off 

2/20/14 Plumbing



Double Tree El (2153) 3A we have a sink stopped up 
in the teachers lounge 

2/28/14 Plumbing

Double Tree El (2153) 3A the urinal in the main hall 
stopped up and leaking we 
need the urinal repaired

2/28/14 Plumbing

Double Tree El (2153) 3A WATER HEATER CTRLS 
ENTIRE BLDG 
INCLUDING KITCHEN 
AREA-PILOT HAS GONE 
OUT-PLANT MGR 
PARKER 416-8144 KLR

4/4/14 Plumbing

Double Tree El (2153) 3A we have a roof leak in our 
open space 

10/28/13 Roof

Double Tree El (2153) 3A we have a roof drain 
stopup we need the drain 
flushed

10/28/13 Roof

Double Tree El (2153) 3A we have roof leaks in the 
main office

2/4/14 Roof



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Evans ES (2185) 3B 1 1 54 54 40 8 47 8 6 219
Grand Total 1 1 54 54 40 8 47 8 6 219



Location Request Description Submittal Date Area Description Area Number Craft
Evans ES (2185) 3B need to get app, 30 tax 

strip for hallways and 04 to 
06 bulletin board in 
hallways

2/17/14 1st Floor 1st and 2nd hallways Asbestos

Evans ES (2185) 3B EXPOSE WIRES 
OUTSIDE  PORT-255
PLANT MGR-
TAYLOR/416.2420

5/16/14 Cabling

Evans ES (2185) 3B Replace/repair broken and 
damaged hand rails on all 
portables. Urgent

9/13/13 Portables All Carpentry

Evans ES (2185) 3B the hand railing has been 
knock out need to be 
replace nail are stick out.

5/7/14 Portables 304 Carpentry

Evans ES (2185) 3B has been kick out. 4/22/14 Portables 2 54portable Carpentry

Evans ES (2185) 3B large hole in the floor 4/23/14 Portables port47 Carpentry

Evans ES (2185) 3B ramp need to be reparied 
it is plucking up causing 
students tripping up

4/24/14 Portables 304 Carpentry

Evans ES (2185) 3B at the top of the fence it is 
broken also down where 
you lock it  broken

5/28/14 Parking Lot fence where chiller is Carpentry



Evans ES (2185) 3B Stop rain leaks around 
windows

2/4/14 Stairway Northeast stairway, 
between 1st and 2nd floor

Carpentry

Evans ES (2185) 3B Repair leaks  around 
windows

2/4/14 Restroom (Boys) 1st floor next to room 107 Carpentry

Evans ES (2185) 3B install door 1st stall 2/6/14 Restroom (Boys) 2nd floor northeast Carpentry

Evans ES (2185) 3B Replace stall door 2/6/14 Restroom (Boys) 2nd floor north Carpentry

Evans ES (2185) 3B Install doors on 2 stalls 2/6/14 Restroom (Boys) 2nd floor south Carpentry

Evans ES (2185) 3B rails has broken off 2/25/14 Portables p225 Carpentry

Evans ES (2185) 3B steps has broken off they 
are completly off

3/7/14 Portables 225 Carpentry

Evans ES (2185) 3B floor title missing nee to be 
replace

3/11/14 1st Floor front off office Carpentry

Evans ES (2185) 3B cove base are torn off the 
wall

3/11/14 Administration Area main office Carpentry



Evans ES (2185) 3B Install 10 bulletin boards 
on the 1st floor wherever 
principals instructs them to 
be hung.

3/20/14 Carpentry

Evans ES (2185) 3B door knob broken off. 
inside library,

3/25/14 Library inside library Carpentry

Evans ES (2185) 3B top of step has broken off 
need to be reparid nail 
sticking up

3/25/14 Portables top of step port,47 Carpentry

Evans ES (2185) 3B need to get a 4by4 bulliten 
board that fell off the wall 
replaced in this room. if 
possible.

3/25/14 2nd Floor rm,201a Carpentry

Evans ES (2185) 3B need to get app 20 bulltin 
board  1st flooralso 2nd 
floor so the students work 
can be shown.

3/25/14 1st Floor 1st also2nd floor Carpentry

Evans ES (2185) 3B play ground wire has pull 
out of the ground and as 
fast as we put pad lock on 
they cut them off their 
were a incerdent on 
march, 26, 2014

3/27/14 Grounds play ground area Carpentry

Evans ES (2185) 3B FLOOR PORT 254-HAS A 
HOLE IN IT-CAN SEE 
THE GROUND PER SBE-
PLANT MGR TAYLOR 416-
8481 KLR

4/10/14 Carpentry

Evans ES (2185) 3B stall door broken off.need 
to be reparied,

1/23/14 2nd Floor Carpentry

Evans ES (2185) 3B railing leaning about to fall 
over.

1/30/14 Portables 304 Carpentry



Evans ES (2185) 3B POSTED are missing has 
been kick out.

1/30/14 Portables 304B Carpentry

Evans ES (2185) 3B ramp weak , wood are 
missing where the railing 
are

1/30/14 Portables 225 Carpentry

Evans ES (2185) 3B railing shakey nail sticking 
out.

1/30/14 Portables 254 Carpentry

Evans ES (2185) 3B step are shakey 1/30/14 Portables 047 Carpentry

Evans ES (2185) 3B broken door glass wind 
blowing in, several holes in 
door on east end of 
building.

1/8/14 1st Floor wind blowing in Carpentry

Evans ES (2185) 3B their are at lease 15 floor 
title has crack up teacher 
and students are tripping 
up.see principal if plant 
manger are not on   
campus.

1/10/14 1st Floor hallways Carpentry

Evans ES (2185) 3B door in library will not close 1/21/14 library Carpentry

Evans ES (2185) 3B Nails exposed on handrail 7/15/13 Portables 304 Carpentry

Evans ES (2185) 3B Handrail is unstable and 
coming apart.

7/15/13 Portables 225 Carpentry



Evans ES (2185) 3B raling very weak leaning to 
the side

7/24/13 Portables port,47 Carpentry

Evans ES (2185) 3B railing and porch are very 
shakey

7/24/13 port255 Carpentry

Evans ES (2185) 3B porch are broken and very 
weak.

7/24/13 Portables port254 Carpentry

Evans ES (2185) 3B floor weak in places----
broken rails

7/24/13 225port. Carpentry

Evans ES (2185) 3B floor are very very weak in 
places.

7/24/13 Portables port 47 Carpentry

Evans ES (2185) 3B floor title crack up all over 
the floor/look like mold / 
and mildrew all over this 
portable

7/26/13 Portables 047 A--047B Carpentry

Evans ES (2185) 3B need a 4by4 markerboard 
in teacher lounge.

7/26/13 Administration Area teachers  loung Carpentry

Evans ES (2185) 3B There is a hole in the ramp 
of portable 255 where 
wood is decaying. This 
hole has a diameter of 
approximately 5.5 inches.

8/7/13 Portables 255 Carpentry

Evans ES (2185) 3B 02 stall doors broken off, 8/29/13 2nd Floor 3rd rest rm, Carpentry



Evans ES (2185) 3B Door knob came 
completely off the door 
room 204A per Barbara 
Taylor 416-8481

9/4/13 Carpentry

Evans ES (2185) 3B hardware on classroom 
has broken off 205A

9/5/13 2nd Floor 205 A Carpentry

Evans ES (2185) 3B need to get 02 dry erase 
board install.

9/6/13 1st Floor 103 a Carpentry

Evans ES (2185) 3B baseboard has been torn 
away and off the wall.

9/23/13 1st Floor hallways 1st floor Carpentry

Evans ES (2185) 3B baseboard has been torn 
away from walls

9/23/13 2nd Floor 2nd floor hallways Carpentry

Evans ES (2185) 3B doors dont closer properly. 9/23/13 Library library door Carpentry

Evans ES (2185) 3B portables railing are very 
weak.

9/23/13 Portables 304a -225a 254- Carpentry

Evans ES (2185) 3B door is broken off. 10/25/13 2nd Floor boys rest rm  by203 Carpentry

Evans ES (2185) 3B 3peice of ceiling title need 
to be replace a special cut.

10/28/13 Cafetorium cafteria Carpentry



Evans ES (2185) 3B need a box of ceiling 
towel,

10/28/13 1st Floor south back parkling lot Carpentry

Evans ES (2185) 3B have 15 piece off broken 
floor titles also a very large 
hold in the wall.

11/6/13 Portables 225 Carpentry

Evans ES (2185) 3B wire hsa been pull out off 
the ground and student  
crawling under fence,

9/6/13 Grounds playground Carpentry

Evans ES (2185) 3B changing light in girls 
rm.blinking and smoking

5/19/14 2nd Floor 204a Electrical

Evans ES (2185) 3B A/C BETWEEN RMS 204A 
& 205A-NOT COMING ON-
PLANT MGR HOOKER 
416-2504 KLR

9/10/13 Electrical

Evans ES (2185) 3B Evans -382715-- Intercom 
will not dial room to room 
per Ms. Guss 416-8474

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

9/11/13 Electrical

Evans ES (2185) 3B RECEPTACLE FOR 
MILKBOX SERVING LINE-
HAS NO POWER-WILL 
NEED BEFORE MILK 
GOES BAD-PLANT MGR 
HOOKER 416-2504 KLR

9/12/13 Electrical

Evans ES (2185) 3B please allow evans elem. 
to get 3cs off   fluoresent 
bulbs

5/1/14 1st Floor thur out building Electrical

Evans ES (2185) 3B Light in custodial supply 
closet will not come 
on.Change bulbs but light 
still will not come 
on.Ballast need changing.

5/13/14 Custodial Closet 1st floor east of plant 
manager office

Electrical



Evans ES (2185) 3B receptacle socket is 
broken student can put 
their finger in it.

4/15/14 2nd Floor 203 Electrical

Evans ES (2185) 3B per ms taylor 416-2504 
room 202 there is a 
burning smell

4/15/14 Electrical

Evans ES (2185) 3B Need three cases of 
lamps.

4/16/14 Electrical

Evans ES (2185) 3B NEED TO GET 3 CASES 
OF FLOURECENTS 
BULBS

4/23/14 1st Floor PLANT MANGER OFFICE Electrical

Evans ES (2185) 3B IN RM 109 - SOMETHING 
IS BURNING IN THE RM - 
BUT PLANT MGR CAN'T 
TELL WHAT IT IS -
PM/TAYLOR 416-8481

4/23/14 Electrical

Evans ES (2185) 3B ballast out 4/25/14 2nd Floor boys and girls restrm Electrical

Evans ES (2185) 3B emergency lights out. 5/28/14 Kitchen kitchen Electrical

Evans ES (2185) 3B lights are out in bath rm. 5/28/14 Administration Area teacher lounge Electrical

Evans ES (2185) 3B cover far exit light 5/28/14 Cafeteria caferteria Electrical



Evans ES (2185) 3B need to get the auditorium 
light replace.

5/28/14 Electrical

Evans ES (2185) 3B need to get 3 boxes of 
flourescent bulbs

5/30/14 1st Floor plant manger Electrical

Evans ES (2185) 3B Replace bad ballasts and 
missing single light cover. 

2/6/14 Classroom Room 202a Electrical

Evans ES (2185) 3B ballast are out in 02 sets 
off light in teacher lounge.

2/17/14 Electrical

Evans ES (2185) 3B Replace bad ballast. 
Urgent, Office is dark.

2/24/14 Kitchen Cafeteria Mgr's office Electrical

Evans ES (2185) 3B ballast out set off 2 2/25/14 1st Floor teacherlounge Electrical

Evans ES (2185) 3B all light are out need 
ballast.

2/25/14 Cafeteria manger office Electrical

Evans ES (2185) 3B Wall light not working on 
northwest corner of 
building.

2/27/14 Electrical

Evans ES (2185) 3B ENTIRE LIGHTS ARE 
FLICKERING ON & OFF
PLANT MGR-
TAYLOR/416.2504

3/7/14 Electrical



Evans ES (2185) 3B need ballast in front 
entrance light are out.

3/11/14 1st Floor front off front door Electrical

Evans ES (2185) 3B has new bulbs ballast are 
out 02 sets off lights.

3/11/14 Administration Area lounge Electrical

Evans ES (2185) 3B 10 to 13 lights out 4/11/14 Cafeteria cafeteria Electrical

Evans ES (2185) 3B ballast out 12/4/13 Library library Electrical

Evans ES (2185) 3B ballast out 12/4/13 2nd Floor 201a Electrical

Evans ES (2185) 3B ballast out 12/4/13 2nd Floor 209 Electrical

Evans ES (2185) 3B ballast out 12/4/13 1st Floor 112 Electrical

Evans ES (2185) 3B 2 sets off lights are out 
due to ballasts

12/9/13 Administration Area MAIN OFFICE Electrical

Evans ES (2185) 3B ballast out in 04 sets off 
lights

12/9/13 Administration Area teachers lounge Electrical



Evans ES (2185) 3B ballast out 12/13/13 2nd Floor 209 Electrical

Evans ES (2185) 3B evans need to get a box of 
fluorescent lamps 2 boxes 
also about 8---60 watt 
bulbs

1/9/14 1st Floor plant manger office Electrical

Evans ES (2185) 3B i need to a box of 04feet 
flosesent bulbs

8/1/13 1st Floor 114 Electrical

Evans ES (2185) 3B Loud  noise coming from 
boiler room.

8/9/13 Electrical

Evans ES (2185) 3B ballast are out in rm 114 a 
total of 06 light are out

8/16/13 1st Floor 114rm, Electrical

Evans ES (2185) 3B ballast is out in employee 
rest rm.

8/19/13 Cafetorium rest rm Electrical

Evans ES (2185) 3B Storage room A on 2nd 
floor (has class in there) 
compact unit is not 
working per barbara taylor 
416-8481

8/21/13 Electrical

Evans ES (2185) 3B RECEPTACLES RM 114 
COMPUTER LAB-HAVE 
NO POWER-WILL NEED-
PLANT MGR TAYLOR 416-
8481 KLR

8/29/13 Electrical

Evans ES (2185) 3B a row of lights are out 
need a ballast rm 204-a

10/7/13 2nd Floor 204-a Electrical



Evans ES (2185) 3B need ballast in room 105-a 
row of ligtts have new 
bulbs inside of lights 
fixture

10/7/13 1st Floor 108 Electrical

Evans ES (2185) 3B port 225 need ballast 01 
port 304 need 01

10/7/13 Electrical

Evans ES (2185) 3B need to get a box of 
floursent bulbs also 
some60 watt and 100watt 
bulbs

10/17/13 1st Floor plantmanger office Electrical

Evans ES (2185) 3B ballast gone bad inarow5 10/17/13 110 Electrical

Evans ES (2185) 3B exhaust fan not working. 10/29/13 1st Floor plant manger office Electrical

Evans ES (2185) 3B all portables stroll nor 
lights for fire did not go off 
when the drill was in 
process. 255 225 244 47 
304,

11/6/13 Portables all portables Electrical

Evans ES (2185) 3B need a ballast 01 row off 
light out

11/8/13 1st Floor 112 Electrical

Evans ES (2185) 3B recetable is not working 
sparkling fire

11/14/13 2nd Floor 202 Electrical

Evans ES (2185) 3B recetable sparkling fire 11/14/13 2nd Floor 201 Electrical



Evans ES (2185) 3B ballast  a row off light are 
out.

11/14/13 2nd Floor 201a Electrical

Evans ES (2185) 3B breaker keep on tripping in 
this class rm,204

11/18/13 2nd Floor 204 Electrical

Evans ES (2185) 3B Replace bulbs in 15 lights 
that is out.Lights are up to 
high for plant 
manager.Need lift.

5/23/14 Cafetorium First floor westend of 
School

Electrical

Evans ES (2185) 3B Water leaking from wall 
ventilator unit

9/13/13 Classroom Room 112 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B Monthly - Filter-Evans 
Elementary - Refer to PM 
schedule details.

5/27/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B HEAT RM 101A, 201A, 
204A, 205A, & 202A-ALL 
NOT HEATING-PLANT 
MGR TAYLOR 4L16-8481 
KLR

1/31/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B Monthly - EVANS ELEM 
LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B BOILER IS IN ALARM
PLANT MGR-
TAYLOR/416.2504

3/7/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B ODOR COMING THRU 
VENTS-PLANT MGR 
TAYLOR 416-8481 KLR

4/11/14 Heating/Ventilation /Air 
Conditioning



Evans ES (2185) 3B very cold in this office 12/4/13 1st Floor plant manger Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B RTU NOT HEATING IN 
CAFE
PLANT MGR-
TAYLOR/416.2504

12/5/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B COIL ON UV HAS 
BUSTED IN RM-207
PLANT MGR-
TAYLOR/416.2504

1/27/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B Monthly - Filter-Evans 
Elementary - Refer to PM 
schedule details.

1/28/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B entire school cold blowing 
cold air per Barbara Taylor 
416-8481

12/13/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B UV NOT COMING ON 
THRU ENTIRE 2ND FLR.
PLANT MGR-
TAYLOR/416.2504

12/16/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B UNIT NOT HEATING IN 
MAIN OFFICE.
PLANT MGR-
TAYLOR/416.2500

12/19/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B BOILER NOT HEATING-
AFFECTS ENTIRE BLDG-
PLANT MGR TAYLOR 416-
8481 KLR

1/3/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B Units are NOT HEATING 
in ROOMS 103A, 202A, 
203, 203A, and 205 per 
Barbara Taylor, Plant Mgr. 
416.8481.

1/8/14 Heating/Ventilation /Air 
Conditioning



Evans ES (2185) 3B Unit is LEAKING in ROOM 
203 per Barbara Taylor, 
Plant Mgr. 416.8481.

1/8/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B Boiler is ON, but it' NOT 
HEATING throughout 
building per Barbara 
Taylor, Plant Mgr. 
416.8481

1/14/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B BOILER NOT HEATING 
PLANT MGR-
TAYLOR/416.2500

1/21/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B WATER POURING IN RM 
108 AND SBE THINKS IT 
MAY BE A COIL ON A 
UNIT IN RM ABOVE, BUT 
NOT FOR SURE-PLANT 
MGR TAYLOR 416-8481 
KLR

1/22/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B UV NOT COOLING THRU 
ENTIRE BLDG.
PLANT MGR-TAYLOR/416-
2504

7/31/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B A/C IN PORT 304-NOT 
COOLING-SBE 
JOHNSON 416-8481 KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B CHILLER IS NOT 
COOLING. ENTIRE BDLG 
IS HOT.S BE TAYLOR 416-
8481

8/5/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B BUILDING NOT COOLING 
PER SBE-SBE TAYLOR 
416-8481 KLR

8/8/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B no a/c entire building per 
Barbara Taylor 416-8481

8/13/13 Heating/Ventilation /Air 
Conditioning



Evans ES (2185) 3B per barbara taylor 416-
8481 room 205 is not 
cooling

8/21/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B Yearly - Oil Samples - 
Evans Elem - Refer to PM 
schedule details.

8/31/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B Room 204A unit is leaking 
real bad it flooded last 
night per Barbara Taylor 
416-8481

9/19/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B A/C unit is LEAKING in 
ROOM 105A per Barbara 
Evans, Plant Mgr. 
416.8481.

9/19/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B Monthly - Filter-Evans 
Elementary - Refer to PM 
schedule details.

9/24/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B A/C unit is NOT COOLING 
in Classroom next to 
ROOM 204A per Barbara 
Taylor, Plant Mgr. 
416.8481

9/24/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B there is no a/c in entire 
building per Barbara Taylor 
416-8481

9/30/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B leaking all over the floor 
everyday from unit 
ventlator  rugs getting wet,

10/7/13 1st Floor 105-a Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B A/C RM 205A-NOT 
COOLING-PLANT MGR 
TAYLOR 416-8481 KLR

10/7/13 Heating/Ventilation /Air 
Conditioning



Evans ES (2185) 3B change over to heat from 
air.

11/8/13 1st Floor thur out school Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B 13-UV NOT HEATING IN 
RM-
103A,205,201A,201,202,2
03,106,204,212,104,203,1
12,209
PLANT MGR-
TAYLOR/416.2504

11/14/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B BOILER NOT HEATING
PLANT MGR-
TAYLOR/416.8481

11/25/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B filter need to changed they 
are clogging up heat cant 
get thur

1/23/14 thur uot building Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B Monthly - Oil Lube & Belt-
Evans Elem - Refer to PM 
schedule details.

9/17/13 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B Monthly - Oil Lube & Belt-
Evans Elem - Refer to PM 
schedule details.

4/15/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B Yearly - Cooling 
Towers(STRAINERS) - 
Evans Elem - Refer to PM 
schedule details.

3/4/14 Heating/Ventilation /Air 
Conditioning

Evans ES (2185) 3B my hallways need panting 
walls paint are chiping,

12/11/13 1st Floor 1st 2nd hallways Painting

Evans ES (2185) 3B this is a k/k class student 
are playing with thepaint 
chips

11/25/13 1st Floor 107/kk hall Painting



Evans ES (2185) 3B paint is peeling off the  
hallwalls  thou, out 
building,

12/3/13 1st Floor Painting

Evans ES (2185) 3B writing all over the front of 
this portabler .plant 
manger try to wash .

1/30/14 Portables p 29 Painting

Evans ES (2185) 3B Please stencil principal 
parking space, she has to 
park in the lot away from 
the building. G.S.C. 
workers are taking her 
spot. Please address as 
soon as possible. Thank 
you.

6/24/14 Parking Lot Painting

Evans ES (2185) 3B need to be painted where 
the roof has leak and on 
the side off wall paint has 
puckle up all over the wall,

2/10/14 Painting

Evans ES (2185) 3B need to get a painting 
TEACHER OF MONTH--
T,O,M, PARKING  SPACE.

1/8/14 Parking Lot Painting

Evans ES (2185) 3B GANG GRAFFITI 
EXTERIOR OF THE 
BLDG ON THE REAR OF 
SCHOOL BLDG AND ON 
REAR SIDEWALK. SBE 
LONDON 416-2458

8/7/13 Painting

Evans ES (2185) 3B bathroom stop up water 
running all overfloor when 
flush.

5/19/14 Plumbing

Evans ES (2185) 3B Please test RP devices on 
site.

9/11/13 Plumbing

Evans ES (2185) 3B bath   rn. has avery foul 
ordor coming from floor 
drain

5/5/14 Cafeteria rest rm. Plumbing



Evans ES (2185) 3B per ms taylor 416-8184 
room 204A the a/c is 
leaking

5/6/14 Plumbing

Evans ES (2185) 3B WALL IS LEAKING 
WATER IN RM-108
PLANT MGR-
TAYLOR/416.2420

5/9/14 Plumbing

Evans ES (2185) 3B UNIT IS LEAKING WATER 
IN RM-105A
PLANT MGR-
DANIEL/416.2504

5/13/14 Plumbing

Evans ES (2185) 3B sripping faucet thur out 
school.

5/28/14 1st Floor 1st   2nd floor Plumbing

Evans ES (2185) 3B A/C RM 208 LEAKING 
DOWN INTO RM BELOW-
PLANT MGR TAYLOR 416-
8417 KLR

6/19/14 Plumbing

Evans ES (2185) 3B Repair leaking over flow 
drain on cooling tower.

6/24/14 Cafetorium Plumbing

Evans ES (2185) 3B WATER FOUNTAIN 3RD 
GR AREA-LEAKING 
FROM BOTTOM-PLANT 
MGR TAYLOR 416-8415 
KLR

6/27/14 Plumbing

Evans ES (2185) 3B URINAL B RR 2ND FLR-
PIPE HAS BEEN PULLED 
LOOSE FROM URINAL 
AND WATER LEAKING 
OUT & COMMODE 1ST 
FLR B RR-SHOOTS 
WATER OUT ON 
STUDENTS PER SBE 

1/31/14 Plumbing

Evans ES (2185) 3B Repair flush valve and 
pipes on connected 
urinals. Unstop floor drain. 
Urgent.

2/12/14 Restroom (Boys) 2nd floor- across from 
room 210

Plumbing



Evans ES (2185) 3B Repair faucet and water 
cutoff in hand sink. making 
a loud noise. Urgent

2/13/14 Restroom (Girls) 2nd floor north Plumbing

Evans ES (2185) 3B Unstop commode last stall 2/13/14 Restroom (Boys) 2nd floor-across from 
room 210

Plumbing

Evans ES (2185) 3B urinal stop up near plant 
manger office

2/26/14 Restroom (Boys) 1ST  FLOOR Plumbing

Evans ES (2185) 3B Test RPs 4/8/14 Plumbing

Evans ES (2185) 3B SINK KINDERGARTEN 
AREA-WATER RUNNING 
AT A FULL FORCE, CAN'T 
CUT OFF-PLANT MGR 
TAYLOR 416-8481 KLR

4/11/14 Plumbing

Evans ES (2185) 3B urinals in rest rm. by plant 
manger office water will 
notrun to flush holding a 
bad order.

1/23/14 1st Floor boys rest rn Plumbing

Evans ES (2185) 3B Unit Ventilator is LEAKING 
in the Classroom 204 per 
Barbara Taylor, Plant Mgr. 
416.8481

1/6/14 Plumbing

Evans ES (2185) 3B in  rm 114the air condition 
is leahing and the rm. is 
hot 074-008.

7/2/13 1st Floor 114 Plumbing

Evans ES (2185) 3B UV IS LEAKING WATER 
IN RM-114 (008).
PLANT MGR-
TAYLOR/416.2500

7/25/13 Plumbing



Evans ES (2185) 3B 3-COMPARTMENT SINK 
KITCHEN-WATER LINE 
HAS BURST AND WATER 
LEAKING EVERYWHERE 
PER SBE-SBE TAYLOR 
416-2504 KLR

8/2/13 Plumbing

Evans ES (2185) 3B GAS SMELL THRU THE 
BLDG. SBE TAYLOR 416-
8481

8/5/13 Plumbing

Evans ES (2185) 3B COMMODE IN 3RD GR B 
RR-CONSTANTLY 
OVERFLOWING-SBE 
TAYLOR 416-8481 KLR

8/8/13 Plumbing

Evans ES (2185) 3B BUST ED WATER PIPE IN 
B/RR 2ND FLR NORTH-
EAST HALL
PLANT MGR-
HOOKER/416.2504

8/14/13 Plumbing

Evans ES (2185) 3B Vent in the window is 
leaking on each side in 
Room 103A per Barbara 
Taylor, Plant Mgr. at 
901.416.8481.

8/15/13 Plumbing

Evans ES (2185) 3B COMMODE B RR 2ND 
GR HALL-CONSTANTLY 
OVERFLOWING, CAN'T 
CUT OFF OR CONTAIN 
PER SBE-SBE TAYLOR 
416-8481 KLR

8/19/13 Plumbing

Evans ES (2185) 3B the toliet is running   all 
over the floor 

8/20/13 Portables 304 Plumbing

Evans ES (2185) 3B Portable 304 water 
running out of commode 
per barbara taylor 416-
8481

8/21/13 Plumbing

Evans ES (2185) 3B broken toilet seat in girls 
restroom by main office.

8/22/13 1st Floor girls Plumbing



Evans ES (2185) 3B water is comming under 
wall wetting up all over the 
floor also room105A is 
leaking from air condition .

8/23/13 Classroom 120 Plumbing

Evans ES (2185) 3B 03 carptment sink leaking 
very bad

8/23/13 Cafeteria kitchen Plumbing

Evans ES (2185) 3B by main office also by mrs. 
heard room.commode stop 
up when flush students get 
wet

8/26/13 1st Floor 1st and 2nd boys rest rm. Plumbing

Evans ES (2185) 3B boys toliet stop up by mrs 
hurt rm.1st floor, 

9/3/13 1st Floor mrs hurts rm, Plumbing

Evans ES (2185) 3B toilet seat broken by main 
office

9/3/13 1st Floor girls rest rm Plumbing

Evans ES (2185) 3B boys rest rm stop up. 9/3/13 2nd Floor by mrs. harris rm. Plumbing

Evans ES (2185) 3B boys girls rest rm stop up, 
by k. miller rm,

9/3/13 2nd Floor girlr boys rest rm. Plumbing

Evans ES (2185) 3B UNIT IS LEAKING WATER 
IN RM-104A.
PLANT MGR-
TAYLOR/416.2504

9/6/13 Plumbing

Evans ES (2185) 3B uv is leaking water IN RM-
112
PLANT MGR-
TAYLOR/416.2504

9/19/13 Plumbing



Evans ES (2185) 3B PIPE CAME LOOSE 
FROM URINAL IN B RR 
NORTH HALL 4TH GR 
AREA-WATER LEAKING 
OUT EVERYWHERE, 
CAN'T CONTAIN-PLANT 
MGR TAYLOR 416-8481 
KLR

9/24/13 Plumbing

Evans ES (2185) 3B STEAM TABLE NEEDS 
TO BE LIT, & B/RR 3-
URINALS WONT FLUSH 
1ST FLR
PLANT MGR-
TAYLOR/416.2504

9/27/13 Plumbing

Evans ES (2185) 3B room 105A leaking water 
per Barbara Taylor 417-
8481

9/30/13 Plumbing

Evans ES (2185) 3B water running all the time 
in 06 sink for the student 
to wash their hand.

10/29/13 1st Floor ist floor hand sink water 
nunning all time

Plumbing

Evans ES (2185) 3B 6 sink in hallways are 
dripping water all the time

10/29/13 2nd Floor thur out 02 floor Plumbing

Evans ES (2185) 3B DISH WASHER IS 
LEAKING WATER IN 
KITCHEN.
PLANT MGR-
TAYLOR/416.2504

10/30/13 Plumbing

Evans ES (2185) 3B A/C CAFE MGR PER SBE 
LEAKING-PLANT MGR 
TAYLOR 416-8481 KLR

10/31/13 Plumbing

Evans ES (2185) 3B HEAT RM 102A-LEAKING-
PLANT MGR TAYLOR 416-
8481 KLR

11/22/13 Plumbing

Evans ES (2185) 3B roof leaking in rm,203a 4/28/14 2nd Floor 203a Roof



Evans ES (2185) 3B leaking in cafeteria near 
back door.

6/13/14 Cafeteria Roof

Evans ES (2185) 3B leaking in this room 6/30/14 rm 108 Roof

Evans ES (2185) 3B leaking from ceiling 6/30/14 2nd Floor hallway near 208 Roof

Evans ES (2185) 3B library station leaking thur 
02 light fixtures.

2/10/14 Library library-rm within Roof

Evans ES (2185) 3B their is a leak in hallway by 
room 211

3/31/14 2nd Floor Roof

Evans ES (2185) 3B leaking in storage rm. 9/23/13 Library storage rm Roof

Evans ES (2185) 3B A/C CAFE MGR PER SBE 
LEAKING-PLANT MGR 
TAYLOR 416-8481 KLR

11/1/13 Roof

Evans ES (2185) 3B jagged edge at the bottom 
off  the postions that 
devied the stall

4/29/14 1st Floor boys rest rm Sheet Metal

Evans ES (2185) 3B CANOPY TOP IS 
CRACKING UP & FALLEN 
OUTSIDE EAST DOOR
PLANT MGR-
TAYLOR/416.2504

6/13/14 Sheet Metal



Evans ES (2185) 3B need a fan cover between 
room 203--204 the cover is 
for a heater unit in the hall.

12/16/13 hallway Sheet Metal

Evans ES (2185) 3B Fabricate and install 
thresholds in portable 304.

8/6/13 Sheet Metal

Evans ES (2185) 3B Hole in brick wall S/W 
corner behind kitchen, 
allowing rodents to enter

9/17/13 Sheet Metal

Evans ES (2185) 3B need to get 02 chain for 
play ground so it can be 
lock dailey.

11/5/13 Grounds playground Sheet Metal



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Fairley El (2190) 3A 6 48 44 35 17 44 5 7 206
Grand Total 6 48 44 35 17 44 5 7 206



Location Request Description Submittal Date Area Description Area Number Craft
Fairley El (2190) 3A remove worn out carpet 

and replace with floor tiles
4/1/14 Library Asbestos

Fairley El (2190) 3A remove asbestos floor tiles 
and replace with non 
asbestos tiles.

1/9/14 Classroom room 40 Asbestos

Fairley El (2190) 3A remove abestos floor tiles 
and replace with non 
abestos tiles

3/20/14 Administration Area teacher lounge Asbestos

Fairley El (2190) 3A remove asbestos floor tiles 
and replace with non 
asbestos tiles

3/24/14 Classroom room 40 Asbestos

Fairley El (2190) 3A pipe need insulating 6/5/14 Administration Area principal office Asbestos

Fairley El (2190) 3A remove carpet and replace 
with floor tiles

3/25/14 Library Asbestos

Fairley El (2190) 3A windows in serving line 
broken out per Ms. 
Slaughter 416-8080

12/2/13 Carpentry

Fairley El (2190) 3A need six dry chemical fire 
extinguishers and hooks

3/11/14 Hallway/Corridor middle and west hallway 
and annex

Carpentry



Fairley El (2190) 3A need two large dry erase 
boards 

3/17/14 Classroom room 26 Carpentry

Fairley El (2190) 3A need one large bulletin 
board

3/17/14 Classroom room 24 Carpentry

Fairley El (2190) 3A one large dry erase board. 3/17/14 Classroom room 4 Carpentry

Fairley El (2190) 3A need two large bulletin 
boardspassword

3/18/14 Classroom room 31 Carpentry

Fairley El (2190) 3A remove bookshelves 
which are attached  to the 
walls and floor.

3/20/14 Library back office Carpentry

Fairley El (2190) 3A WINDOW CAFE AREA-
HAS BEEN BROKEN OUT 
DUE TO A BREAK IN 
OVER THE WEEKEND-
PLANT MGR 
SLAUGHTER 416-8080 
KLR

2/17/14 Carpentry

Fairley El (2190) 3A DOOR TO SERVING LINE 
AREA-HAS BEEN 
DAMAGED DUE TO A 
BREAK IN OVER THE 
WEEKEND-PLANT MGR 
SLAUGHTER 416-8080 
KLR

2/17/14 Carpentry

Fairley El (2190) 3A per ms slaughter 416-8080 
2 doors on serving line the 
locks are jammed and 
cannot open doors

2/18/14 Carpentry

Fairley El (2190) 3A need two large dry erase 
boards and two large 
bulletin boards

2/26/14 Classroom room 40 Carpentry



Fairley El (2190) 3A need two large dry erase 
boards and two large 
bulletin boards

2/26/14 Classroom room 38 Carpentry

Fairley El (2190) 3A need two large dry erase 
boards and two large 
bulletin boards

2/26/14 Classroom room 35 Carpentry

Fairley El (2190) 3A need two dry erase boards 
and one bulletin board

2/26/14 Classroom room 36 Carpentry

Fairley El (2190) 3A need two bulletin boards 2/26/14 Classroom room 33 Carpentry

Fairley El (2190) 3A need two dry erase boards 
and two bulletin boards

2/26/14 Classroom room 34 Carpentry

Fairley El (2190) 3A need two bulletin boards 2/26/14 Classroom room 31 Carpentry

Fairley El (2190) 3A need two large bulletin 
boards

2/26/14 Classroom room 32 Carpentry

Fairley El (2190) 3A need two large dry erase 
boards and two large 
bulletin boards

2/26/14 Classroom room 29 Carpentry

Fairley El (2190) 3A need two large bulletin 
boards

2/26/14 Classroom room 22 Carpentry



Fairley El (2190) 3A need one large bulletin 
board

2/26/14 Classroom room 17 Carpentry

Fairley El (2190) 3A key broke off in cylinder 
back exit door

4/15/14 Hallway/Corridor west hallway Carpentry

Fairley El (2190) 3A replace missing floor tiles 5/1/14 Classroom room 18 Carpentry

Fairley El (2190) 3A broken door handle 5/22/14 Administration Area teacher lounge Carpentry

Fairley El (2190) 3A replace cove base 
underneath lockers

5/22/14 Classroom room 8 Carpentry

Fairley El (2190) 3A put handle back on stall 
door 

5/22/14 Restroom (Girls) west hallway Carpentry

Fairley El (2190) 3A replace cove base 5/29/14 Classroom room 29 Carpentry

Fairley El (2190) 3A Will need one white board 
in principal office and one 
caulk board both size 4x4 
THANKS.

7/23/13 Administration Area Principal office Carpentry

Fairley El (2190) 3A Will need caulk strip thu 
out the school.strip are on 
the wall need the caulk for 
the strips THANKS

7/23/13 Hallway/Corridor EAST/WEST/HALLWAY Carpentry



Fairley El (2190) 3A Hand rails that on the west 
end 1st floor main hallway 
will need a cover on the 
end of rails,sharp edges 
THANKS

7/23/13 Stairway 1st floor Carpentry

Fairley El (2190) 3A need two small bulletin 
board for principal office

7/29/13 Administration Area principal office Carpentry

Fairley El (2190) 3A need one large white 
board for each classroom

8/2/13 Classroom rooms 9,12,10,8 and 11 Carpentry

Fairley El (2190) 3A need 20 replacement cork 
strip for hallways

8/2/13 Hallway/Corridor entire building Carpentry

Fairley El (2190) 3A need two 4x8 whit boards 9/3/13 Classroom room 27 Carpentry

Fairley El (2190) 3A need four 4x8 white 
boards for classrooms.

9/3/13 Classroom 8,9,10 and12 Carpentry

Fairley El (2190) 3A entrance door is not 
closing properly

9/16/13 Hallway/Corridor lobby area Carpentry

Fairley El (2190) 3A need two 4x8 white boards 9/25/13 Classroom computer lab Carpentry

Fairley El (2190) 3A need one large white 
board and one large 
bulletin board.

10/23/13 Classroom room 6 Carpentry



Fairley El (2190) 3A WINDOW SERVING LINE 
AREA-BROKEN OUT-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
SLAUGHTER 416-8080 
KLR

11/8/13 Carpentry

Fairley El (2190) 3A broken out window in 
teacher's lounge per ms. 
Slaughter 416-8080

11/11/13 Carpentry

Fairley El (2190) 3A window broken out in 
teacher's lounge per 
slaughter 416-8080

11/12/13 Carpentry

Fairley El (2190) 3A WINDOW SERVING LINE 
BROKEN OUT OVER THE 
WEEKEND DUE TO A 
BREAK IN-WON'T BE 
ABLE TO SECURE-
PLANT MGR 
SLAUGHTER 416-8080 
KLR

11/18/13 Carpentry

Fairley El (2190) 3A replace missing cove base 6/30/14 Cafeteria Carpentry

Fairley El (2190) 3A replace missing cove base 6/3/14 Classroom rooms 38,29,29A,19, and 
22

Carpentry

Fairley El (2190) 3A replace missing cove base 6/5/14 Classroom room 9 Carpentry

Fairley El (2190) 3A replace missing cove base 6/12/14 Classroom rooms  21.23,24,28,30 and 
14

Carpentry

Fairley El (2190) 3A replace  missing cove 
base

6/13/14 Classroom room  11 Carpentry



Fairley El (2190) 3A cylinder is jammed on 
closet door cannot lock 
door

6/13/14 Machine Shop boiler room Carpentry

Fairley El (2190) 3A PUMP#4 NOT COMING 
ON IN BOILER RM
PLANT MGR-
SLAUGHTER/416.8080

12/2/13 Electrical

Fairley El (2190) 3A bad ballasts 3/7/14 Classroom rooms 1,6 and 16 Electrical

Fairley El (2190) 3A STEAMER HAS NO 
POWER 
PLANT MGR-
SLAUGHTER/416.8080

2/25/14 Electrical

Fairley El (2190) 3A STEAMER KITCHEN 
AREA-NOT COMING ON-
PLANT MGR 
SLAUGHTER 416-8080 
KLR

4/4/14 Electrical

Fairley El (2190) 3A bad ballast four lights out 4/14/14 Classroom room 18 Electrical

Fairley El (2190) 3A remove broken light bulb 
from fixture

4/15/14 Cafeteria back exit Electrical

Fairley El (2190) 3A three bad ballasts 4/24/14 Kitchen Electrical

Fairley El (2190) 3A repair fan in kitchen 4/28/14 Kitchen Electrical



Fairley El (2190) 3A two bad ballast 4/21/14 Cafeteria Electrical

Fairley El (2190) 3A secondary clock is not 
keeping the right time

4/22/14 Cafetorium Electrical

Fairley El (2190) 3A STEAMER KITCHEN 
AREA-HAS NO POWER 
TO IT-PLANT MGR 
SLAUGHTER 416-8080 
KLR

4/24/14 Electrical

Fairley El (2190) 3A 2-PUMPS NOT COMING 
ON
PLANT MGR-
SLAUGHTER/416.8080

6/2/14 Electrical

Fairley El (2190) 3A A/C RM 17, 19, 22, 24, 28, 
& 30-ALL NOT COMING 
ON-PLANT MGR 
SLAUGHTER 416-8080 
KLR

5/6/14 Electrical

Fairley El (2190) 3A COMPLETE POWER 
OUTAGE. SBE 
MCFALANE

7/22/13 Electrical

Fairley El (2190) 3A 3-UV NOT COMING ON 
IN LIBRARY (072) RM-
15(088) RM-40(140)
SBE-SLAUGHTER/416-
8080

7/23/13 Electrical

Fairley El (2190) 3A bad ballast four lights out 8/7/13 Classroom room 10 Electrical

Fairley El (2190) 3A reset bells for new start 
time

8/8/13 Administration Area main office Electrical



Fairley El (2190) 3A drain box for cooling unit 
on the wall have a beeping 
sound thoughout the day.

8/28/13 Administration Area main office Electrical

Fairley El (2190) 3A UV RM 33-NOT COMING 
ON-PLANT MGR 
SLAUGHTER 416-8080 
KLR

8/30/13 Electrical

Fairley El (2190) 3A bad ballast four lights out. 9/4/13 Classroom room  20 Electrical

Fairley El (2190) 3A The power went out and 
when it came back on the 
steamer did not come on.  
It is not working per Ms. 
Slaughter 416-8080

9/11/13 Electrical

Fairley El (2190) 3A two receptacle need 
changing out cord will not 
stay plug in.

9/12/13 Classroom room 24 Electrical

Fairley El (2190) 3A pump #7 in boiler room is 
not running per Ms. 
Slaughter 416-8080

9/17/13 Electrical

Fairley El (2190) 3A steamer can't get to come 
on per Ms. Slaughter 416-
8080

10/3/13 Electrical

Fairley El (2190) 3A bad ballast 10/9/13 Classroom room 6 Electrical

Fairley El (2190) 3A UV room #2 not coming on 
per Ms. Slaughter 416-
8080

10/14/13 Electrical



Fairley El (2190) 3A STEAM TABLE HAVE NO 
POWER IN KITCHEN.
PLANT MGR-
SLAUGHTER/416.8080

10/15/13 Electrical

Fairley El (2190) 3A need bells to ring two 
additional time daily one at 
2:15 and  the other one at 
2:30

10/16/13 Administration Area main office Electrical

Fairley El (2190) 3A bad ballast 10/21/13 Classroom room 30 Electrical

Fairley El (2190) 3A bad ballast 10/24/13 Classroom room 3 Electrical

Fairley El (2190) 3A bad ballast 10/25/13 Hallway/Corridor main hallway Electrical

Fairley El (2190) 3A need two boxes of 
westinghouse F0171741 
cool white light bulbs

10/25/13 Cafeteria Electrical

Fairley El (2190) 3A two light fixture need 
ballasts

10/30/13 Cafeteria Electrical

Fairley El (2190) 3A bad ballast 10/30/13 Cafeteria manager office Electrical

Fairley El (2190) 3A PUMP #5 NOT RUNNING 
IN BOILER RM
PLANT MGR-
SLAUGHTER/416.8080

11/12/13 Electrical



Fairley El (2190) 3A UV NOT COMING ON IN 
RM-3
PLANT MGR-
SLAUGHTER/416.8080

11/13/13 Electrical

Fairley El (2190) 3A HEAT RMS 16 & 21-BOTH 
NOT COMING ON-PLANT 
MGR SLAUGHTER 416-
8080 KLR

11/14/13 Electrical

Fairley El (2190) 3A Air Handler Unit is NOT 
COMING ON in the 
CAFETERIA per Ms. 
Slaughter, Plant Mgr. 
416.8080

11/26/13 Electrical

Fairley El (2190) 3A UNIT VENTILATOR is 
NOT COMING ON in 
ROOM 6 per Ms. 
Slaughter, Plant Mgr. 
416.8080

6/24/14 Electrical

Fairley El (2190) 3A A/C FACILITATOR'S OFC-
NOT COMING ON-PLANT 
MGR SLAUGHTER 416-
8080 KLR

6/27/14 Electrical

Fairley El (2190) 3A UNIT VENT - RM 15, - 
NOT COMING ON - 
PM/SLAUGHTER 416-
8080

6/4/14 Electrical

Fairley El (2190) 3A PUMP#2 IS MAKING 
NOISE, & PARTIAL 
POWER OUTAGE IN RM-
15 THRU 30, MAIN HALL 
1ST -2ND HALLS
PLANT MGR-
SLAUGHTER/416.8080

6/9/14 Electrical

Fairley El (2190) 3A secondary clocks are not 
keeping the right time

6/18/14 Hallway/Corridor annex Electrical

Fairley El (2190) 3A UV ASST PRIN'S OFC-
NOT COMING ON-PLANT 
MGR SLAUGHTER 416-
8080 KLR

6/19/14 Electrical



Fairley El (2190) 3A Monthly - Oil Lube & Belt-
Fairley Elementary - Refer 
to PM schedule details.

5/13/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A A/C WEST END OF BLDG-
NOT COOLING-PLANT 
MGR SLAUGHTER 416-
8080 KLR

6/19/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A PUMP-6 MECH RM-
LEAKING-PLANT MGR 
SLAUGHTER 416-8080 
KLR

12/20/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A Monthly - Filter-Fairley 
Elementary - Refer to PM 
schedule details.

1/27/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UNIT VENT (3) RM 9, 18 
& 20 - ALL ARE BLOWING 
NOT HEATING - 
PM/SLAUGHTER 416-
8080

1/27/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UNIT VENT RM 14 & 19 - 
COMING ON - NOT 
HEATING - 
PM/SLAUGHTER 416-
8060  

1/30/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UNITS are NOT HEATING 
in ROOMS 21 & 35 per 
Ms. Slaugther, Plant Mgr. 
416.8080

2/18/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UV RM 9-NOT HEATING-
PLANT MGR 
SLAUGHTER 416-8080 
KLR

2/24/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UNIT ARE 
OVERHEATING (80) IN 
RM-3,4,5,1,6.
PLANT MGR-
SLAUGHTER/416.8080

2/26/14 Heating/Ventilation /Air 
Conditioning



Fairley El (2190) 3A Monthly - Filter-Fairley 
Elementary - Refer to PM 
schedule details.

5/26/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UNIT NOT COOLING IN 
BACK OFFICE OF 
LIBRARY.
PLANT MGR- 
SLAUGHTER/416.8080

5/29/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A A/C RM 4-NOT COOLING-
PLANT MGR 
SLAUGHTER 416-8080 
KLR

5/7/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A A/C RM 36-NOT 
COOLING-PLANT MGR 
SLAUGHTER 416-8080 
KLR

5/8/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A PTAC UNIT TEACHER'S 
LOUNGE-LEAKING & 
NOT COOLING-PLANT 
MGR SLAUGHTER 416-
8080 KLR

5/12/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A 3-UV NOT COOLING IN 
RM-2(107) RM-37(060) 
RM-32(067)
SBE-SLAUGHTER/416-
8080

7/23/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UV NOT COOLING IN RM-
24.
PLANT MGR-
SLAUGHTER/416-8080

7/29/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UNIT VENT -200- 075-RM 
200-076 RM 27, 200-077- 
RM 28 - 200-078 RM 25, 
200-079 RM 25, 200- 080 
RM 23, 200-081 RM 24, 
200-082, RM 21 - ALL 
ARE BLOWING BUT NOT 
COOLING - 

8/1/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A Per Slaughter 416-8080 
Room 15 not cooling 
guidance office

8/5/13 Heating/Ventilation /Air 
Conditioning



Fairley El (2190) 3A 8-UV NOT COOLING IN 
RM-30(075) RM-27(076) 
RM-28(077) RM-25(078) 
RM-26(079) RM-23(080) 
RM-24(081) RM-21(082)
PLANT MGR-
SLAUGHTER/416.8080

8/23/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UV RM 15-NOT COOLING-
PLANT MGR 
SLAUGHTER 416-8080 
KLR

8/29/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UV RM 23-NOT COOLING-
PLANT MGR 
SLAUGHTER 416-8060 
KLR

9/4/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A AHU in cafeteria are not 
cooling per Ms. Slaughter 
416-8080

9/12/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A Monthly - Filter-Fairley 
Elementary - Refer to PM 
schedule details.

9/23/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A Unit Ventilator is NOT 
COOLING in ROOM 2 
(ANNEX BUILDING) per 
Ms. Slaughter, Plant Mgr. 
416.8080

10/4/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A Monthly - Oil Lube & Belt-
Fairley Elementary - Refer 
to PM schedule details.

10/15/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A HEAT RM 18-NOT 
HEATING-PLANT MGR 
SLAUGHTER 416-8080 
KLR

11/12/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A pump down in boiler room 
per ms. slaughter 416-
8080

11/13/13 Heating/Ventilation /Air 
Conditioning



Fairley El (2190) 3A Unit in Room 28 (down 
middle hall) is NOT 
COMING ON per Ms. 
Slaughter, Plant Mgr. 
416.8080

11/25/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UNIT VENTILATOR is 
NOT COOLING in ROOM 
16 per Ms. Slaughter, 
Plant Mgr. 416.8080

6/24/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A (2) AHU'S CAFE AREA-
HAVE TRIPPED OUT-
NEED TO BE RESET-
PLANT MGR 
SLAUGHTER 416-8080 
KLR

6/26/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A A/C RM 6 
KINDERGARTEN-NOT 
COOLING-PLANT MGR 
SLAUGHTER 416-8080 
KLR

6/26/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A UNIT ARE OVER 
COOLING (69) IN 
LIBRARY, ASSIT PRIN 
OFFICE & RM-32
PLANT MGR-
SLAUGHTER/416.8080

6/9/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A CHILLER KEEPS 
SHUTTING OFF
PLANT MGR-
SLAUGHTER/416.8080

5/15/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A Yearly - Oil Samples-
Fairley High - Refer to PM 
schedule details.

9/9/13 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A Yearly - Cooling 
Towers(STRAINERS)-
Fairley Elem - Refer to PM 
schedule details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Fairley El (2190) 3A entire building need to be 
pressure washed to 
remove mold and mildew

4/15/14 Annex entire building Painting



Fairley El (2190) 3A paint Library and Principal 
offices

4/24/14 Administration Area Library and Principal 
offices

Painting

Fairley El (2190) 3A hallways need some  
touch up painting

5/1/14 Hallway/Corridor main, middle and annex Painting

Fairley El (2190) 3A large pieces of paint have 
peel off the walls, rooms 
need some touch up 
painting

6/3/14 Classroom rooms 
29,32,34,33,35,37,38 and 
40

Painting

Fairley El (2190) 3A library office need painting 5/13/14 Library office Painting

Fairley El (2190) 3A paint school side of  side 
of bldg

3/24/14 Painting

Fairley El (2190) 3A     paint plywood for rest 
room door

12/4/13 Painting

Fairley El (2190) 3A paint lines on parking lot 2/18/14 Painting

Fairley El (2190) 3A remove bad language 
scratched in walkway

4/17/14 Grounds back entrance west 
hallway

Painting

Fairley El (2190) 3A classroom need painting 5/8/14 Classroom room 36 Painting



Fairley El (2190) 3A Paint gutter. 7/29/13 Painting

Fairley El (2190) 3A BLAST LINES OFF 
PARKING LOT FOR NEW 
BUS LANES

8/9/13 Painting

Fairley El (2190) 3A paint bus lanes on parking 
lot

9/6/13 Painting

Fairley El (2190) 3A paint four front entrance 
doors and canopy

9/17/13 Hallway/Corridor front entrance Painting

Fairley El (2190) 3A Principal office need 
painting

9/19/13 Administration Area Principal office Painting

Fairley El (2190) 3A water blast front entrance 9/27/13 Painting

Fairley El (2190) 3A paint windowguards 11/14/13 Painting

Fairley El (2190) 3A urinal overflowing when 
flushed

12/10/13 Restroom (Boys) middle hallway Plumbing

Fairley El (2190) 3A floor drain stopped up 12/20/13 Annex boys restroom Plumbing



Fairley El (2190) 3A floor drain stopped up 12/27/13 Restroom (Boys) middle hallway Plumbing

Fairley El (2190) 3A STEAM TABLE NEEDS 
TO BE LIT
PLANT MGR-
SLAUGHTER/416.8080

1/8/14 Plumbing

Fairley El (2190) 3A commode and urinal 
stopped up

3/21/14 Restroom (Boys) annex Plumbing

Fairley El (2190) 3A urinal and commode 
stopped up

1/9/14 Restroom (Boys) middle hallway Plumbing

Fairley El (2190) 3A per Ms. Slaughter 416-
8080 sewer backing up in 
the boys/girls restrooms 
on west hall and middle 
hall

1/10/14 Plumbing

Fairley El (2190) 3A Unstop main sewer 1/14/14 Plumbing

Fairley El (2190) 3A urinal stopped up 1/31/14 Restroom (Boys) annex building Plumbing

Fairley El (2190) 3A NO HOT WATER TO 
KITCHEN AREA-PLANT 
MGR SLAUGHTER 416-
8080 KLR

2/19/14 Plumbing

Fairley El (2190) 3A  make various plumbing 
repair in restroom and 
hallways also cafeteria .

2/26/14 Plumbing



Fairley El (2190) 3A KETTLE in the KITCHEN 
PILOT NEEDS TO BE LIT 
per Ms. Slaughter, Plant 
Mgr. 416.8080

4/3/14 Plumbing

Fairley El (2190) 3A GAS KETTLE KITCHEN 
AREA-PILOT NEED TO 
BE LIT-PLANT MGR 
SLAUGHTER 416-8080  
KLR

4/11/14 Plumbing

Fairley El (2190) 3A pipe leaking underneath 
sink

4/11/14 Administration Area teacher lounge Plumbing

Fairley El (2190) 3A pipe leaking in the ceiling 4/22/14 Hallway/Corridor main hallway westend Plumbing

Fairley El (2190) 3A repair leaking drain pipe in 
ceiling

5/22/14 Hallway/Corridor west hallway Plumbing

Fairley El (2190) 3A Unstop roof drains 5/30/14 Plumbing

Fairley El (2190) 3A PUMP-2 MECH RM-
MAKING NOISES-PLANT 
MGR SLAUGHTER 416-
8080 KLR

5/1/14 Plumbing

Fairley El (2190) 3A commode has a bad flush 
valve

5/2/14 Restroom (Girls) main hallway Plumbing

Fairley El (2190) 3A water fountain stopped up 5/5/14 Cafetorium Plumbing



Fairley El (2190) 3A Install sink in classroom 
before June 1, per Brian 
Shipp. (See Principal for 
location)

5/5/14 Plumbing

Fairley El (2190) 3A KETTLE KITCHEN AREA-
PILOT NEED TO BE LIT-
PLANT MGR 
SLAUGHTER 416-8080 
KLR

5/6/14 Plumbing

Fairley El (2190) 3A drain stopped up water 
standing on parking lot

7/18/13 Parking Lot back of annex building Plumbing

Fairley El (2190) 3A Pump in boiler room 
burning smell 
#137 and #138 (not sure 
which one)
per Mr. McFarland  416-
8080

7/24/13 Plumbing

Fairley El (2190) 3A THRU WALL UNIT-2 MAIN 
OFC-DRAINPAN 
STOPPED UP CAUSING 
UNIT TO LEAK AND IT'S 
GOING OUT INTO HALL 
PER SBE-SBE 
SLAUGHTER 416-8060 
KLR

8/9/13 Plumbing

Fairley El (2190) 3A SEWAGE COMING UP 
THRU GROUND 
OUTSIDE REAR OF 
BLDG BY DUMPSTER-
SBE SLAUGHTER 416-
8080 KLR

8/19/13 Plumbing

Fairley El (2190) 3A WATER IS LEAKING ON 
2ND FLR HALL
PER:BRIAN SHIPP

8/19/13 Plumbing

Fairley El (2190) 3A UV MAIN OFC-LEAKING-
PLANT MGR 
SLAUGHTER 416-8080 
KLR

8/22/13 Plumbing

Fairley El (2190) 3A urinal stopped up 8/23/13 Restroom (Boys) middle hallway Plumbing



Fairley El (2190) 3A video & repair sewer drain 8/26/13 Plumbing

Fairley El (2190) 3A KETTLE KITCHEN AREA-
PILOT NEED TO BE LIT-
WILL NEED FOR LUNCH-
PLANT MGR 
SLAUGHTER 416-8080 
KLR

8/29/13 Plumbing

Fairley El (2190) 3A STEAM TABLE KEEPS 
SHUTTING OFF & GAS 
SMELL IN KITCHEN.
PLANT MGR-
SLAUGHTER/416.8080

8/30/13 Plumbing

Fairley El (2190) 3A floor drain stopped up 
when running water in 
mop sink water come up 
through the  floor drain.

8/30/13 Custodial Closet annex building Plumbing

Fairley El (2190) 3A cannot turn water off on 
hand sink

9/12/13 Hallway/Corridor main hall westend Plumbing

Fairley El (2190) 3A floor drain stopped up 9/13/13 Restroom (Boys) annex building Plumbing

Fairley El (2190) 3A flush valve leaking on 
commode

9/24/13 Restroom (Girls) main hallway Plumbing

Fairley El (2190) 3A urinal stopped up 9/30/13 Restroom (Boys) middle hallway Plumbing

Fairley El (2190) 3A floor drain stopped up 10/7/13 Restroom (Boys) middle hallway Plumbing



Fairley El (2190) 3A broken flush valve 10/16/13 Restroom (Girls) annex building Plumbing

Fairley El (2190) 3A KETTLE KITCHEN AREA-
PILOT NEED TO BE LIT-
WILL NEED FOR LUNCH-
PLANT MGR 
SLAUGHTER 416-8080 
KLR

11/8/13 Plumbing

Fairley El (2190) 3A FAUCET IS 
CONTINUOUSLY 
RUNNING WATER, CANT 
CONTROL IN BOILER 
RM.
PLANT MGR-
SLAUGHTER/416.8080

11/15/13 Plumbing

Fairley El (2190) 3A commode leaking from 
flush valve

11/19/13 Restroom (Girls) main hall Plumbing

Fairley El (2190) 3A need a faucet for mop sink 6/5/14 Custodial Closet west hallway Plumbing

Fairley El (2190) 3A hand sink faucet leaking 5/13/14 Hallway/Corridor main hallway Plumbing

Fairley El (2190) 3A roof leaking 4/4/14 Classroom room 4 and 2 Roof

Fairley El (2190) 3A Has a leak on the south 
west wall ceiling title has 
began to MOLD SAFETY 
HAZARD THANKS

7/23/13 Stairway SOUTH/WEST Roof

Fairley El (2190) 3A Has leaks in boys 
restroom at south end of 
gym.THANKS 

7/23/13 Restroom (Boys) gym/south end Roof



Fairley El (2190) 3A Boys weight room has a 
leak from the air duck 
THANKS

7/23/13 Gym S106 Roof

Fairley El (2190) 3A roof leaking around pipe in 
ceiling

3/28/14 Hallway/Corridor main hallway westend Roof

Fairley El (2190) 3A           fabrication box for 
pipe.

5/19/14 Sheet Metal

Fairley El (2190) 3A broken handle on locker 
10

12/5/13 Classroom room 16 Sheet Metal

Fairley El (2190) 3A cannot open locker five 
student supplies are in the 
locker

5/22/14 Classroom room 27 Sheet Metal

Fairley El (2190) 3A        remove locker from 
wall for plumber          

5/8/14 Sheet Metal

Fairley El (2190) 3A cannot open locker 9 
handle is broken student 
school supplies are there

10/21/13 Classroom room 2 Sheet Metal

Fairley El (2190) 3A broken lockers room 37 
locker 12 room 36 locker 
136

6/30/14 Classroom rooms 37 and 36 Sheet Metal

Fairley El (2190) 3A marquee coming aloose 
from the side need repair

10/3/13 Grounds front campus Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Plumbing Roof Sheet Metal Grand Total

Ford Rd El (2210) 3A 3 2 31 46 50 55 7 1 195
Grand Total 3 2 31 46 50 55 7 1 195



Location Request Description Submittal Date Area Description Area Number Craft
Ford Rd El (2210) 3A The floor tile in room 10 

has mold on it in serveral 
places; contractors has 
shower scub,strip the 
floors but mold want go 
away please send 
assitance asap before 
someone gets sick.

12/12/13 main building rm#10 Asbestos

Ford Rd El (2210) 3A Principal would like to 
have there small stage 
done so that could have 
more programs,and 
activatys ect. to promote a 
learning enviroment asap.

10/25/13 Cafetorium stage area in cafeteria Asbestos

Ford Rd El (2210) 3A The stage floor in cafeteria 
has never had a new finish 
on it;its in bad shape 
please send assitance 
asap.

11/22/13 Cafetorium stage floor Asbestos

Ford Rd El (2210) 3A Drops or I/T wiring-cable 
to internet is not working in 
this classroom please 
send assistance asap.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

2/12/14 room #11 Cabling

Ford Rd El (2210) 3A The tech said that we have 
a defective drop,drops 34-
3and 34-5 please send 
assitance asap.

11/14/13 Library 4th floor or top floor Cabling

Ford Rd El (2210) 3A Entrance door henges is 
broken could be a hazard 
to students please send 
assitance asap.

5/14/14 Annex girls restroom Carpentry

Ford Rd El (2210) 3A Reasonlly carpenters put 
some chicken wire over 
outside vent that substane 
the ventalation for for the 
womens restroom;but they 
left a birds nest up there 
and it has the hold main 
office smelling pretty bad 

5/15/14 Administration Area women restroom Carpentry

Ford Rd El (2210) 3A Electonic door doesn't 
close completely when 
entering or coming 
out;Principal don't  want 
strangers walking in on our 
students please send 
assitance asap.

5/19/14 Cafeteria  main door to cafeteria Carpentry



Ford Rd El (2210) 3A In front of main building 
across from the office boys 
restroom,the handrail is 
about to fall off could be 
hazardous to students an 
staff please send 
assitance asap.

6/27/14 main buiding boys 
restroom

Carpentry

Ford Rd El (2210) 3A The 2 story building main 
entrance security door is 
off centered needs to be 
reset so it can propperlly 
close an keep unwanted 
guest out please send 
assitance asap.

12/13/13 2 story building main 
entrance

Carpentry

Ford Rd El (2210) 3A The door next to the 
security door is off center 
or screws are stipped 
when someone go out of 
door it don't completlly 
close so anyone off the 
street came walk in the 
building,please send 

12/20/13 main building-main 
entrance

Carpentry

Ford Rd El (2210) 3A The outside doors needs 
weather stipping on end of 
rm#27 mice, bugs, ect.are 
getting in and the heat is 
going out please send 
assitance asap.

1/6/14 2 story building Carpentry

Ford Rd El (2210) 3A Entering annex building 
the left door sticks at the 
bottom when you open it,it 
stays open or get stuck 
please send assitance 
asap.

1/7/14 annex building Carpentry

Ford Rd El (2210) 3A The doors in front by 
parking lot,of the annex 
building is very hard to 
secure;if u don't push or 
close as hard as you can it 
want shut on its on please 
send assitance asap.

1/7/14 Annex Building Carpentry

Ford Rd El (2210) 3A The outside door to the 
right leading to the annex 
building needs ajusting or 
replaceing,when we take 
the crash bar off you 
should be able to open the 
door from the outside 
please send assitance 

1/13/14 main building Carpentry

Ford Rd El (2210) 3A Need a carpentry to take 
cylinder out of plumber 
chase closet to have a key 
made or change all of 
them out,there is a bad 
odor coming from these 
closet please please send 
assitance asap.

1/29/14 Plumbers Chase closets Carpentry

Ford Rd El (2210) 3A CEILING IS FALLING 
DOWN FRONT ENTRY 
WAY
PLANT MGR-
STREETER/416.8150

2/20/14 Carpentry



Ford Rd El (2210) 3A Teacher can't secure 
entrance door to her 
classroom,anyone can just 
enter her room an steal all 
of her valubles at any time 
please send assitance 
asap.

2/24/14 2 story building rm# 27 Carpentry

Ford Rd El (2210) 3A One of the stalls doors 
was broken off need 
assitance asap

4/16/14 Restroom (Girls) 2 story building Carpentry

Ford Rd El (2210) 3A Back door is coming off 
the henges,a break in 
ready to happen please 
send assitance.

7/11/13 boiler room next to SBE 
office

Carpentry

Ford Rd El (2210) 3A The air shook or handle 
that support the roof hatch 
door has broken off need 
some kind of support to 
hold the hatch to get on 
top ect. please send 
assitance.

7/11/13 kitchen roof Carpentry

Ford Rd El (2210) 3A I need a case of heavy 
duty and light duty ceiling 
tile drop off at Ford Rd 
before school start 
PLEASE

7/16/13 SBE's office Carpentry

Ford Rd El (2210) 3A Room has a back door 
that needs weather 
stripping;ants,mice,snakes 
ect.are getting in please 
send assitance asap

7/31/13 rm#36 early childhood Carpentry

Ford Rd El (2210) 3A There was reasonlly a 
flood in the annex teacher 
loundge causeing floor tile 
to buckle and come 
up,teacher could slep up 
or trip ect.please send 
assitance asap

8/8/13 annex building teacher 
loundge

Carpentry

Ford Rd El (2210) 3A Coming out of main 
building entering annex 
building panet bar want 
stay lock or open please 
send assitance;dont wont 
break in

8/8/13 Annex outside door Carpentry

Ford Rd El (2210) 3A Entry to main office door 
lock is spung,can't secure 
or unlock it please send 
assitance asap

8/19/13 Administration Area main building Carpentry



Ford Rd El (2210) 3A The principal wants door 
to be able to lock and 
unlock,we has to put a 
stick or paper to unlock it 
and use grip plizes to 
unlock it this is a security 
problem please send 
assitance asap.

8/21/13 Annex outside door to the left Carpentry

Ford Rd El (2210) 3A carpenter cut hole in 
ceiling for fire alarm 
inspector now hole needs 
closing up,is a safety 
hazard to leave huge hole 
open please send 
assitance asap

8/26/13 Kitchen ceiling in back of kitchen Carpentry

Ford Rd El (2210) 3A On the left side of the 
bluiding the hand rail are 
missing a lot of 
screws,could be 
hazardous to students if it 
falls off an damage or hurt 
someone please send 
assitance asap

9/24/13 two story bluiding Carpentry

Ford Rd El (2210) 3A In the two story 
building,girls restroom on 
the top floor or four floor 
the wood stall door needs 
replacing,its off the 
henges,wood is peeling 
ect. please send assitance 
asap.

10/14/13 two story building Carpentry

Ford Rd El (2210) 3A I need a case of ceiling tile 
for the halway; and a case 
for the kitchen area please

10/14/13 boiler room Carpentry

Ford Rd El (2210) 3A The side molding,at the 
bottom of the cafeteria left 
side has came apart or 
needs repacing;could be a 
tripping hazard to students 
ect. please send assitance 
asap.

10/23/13 Cafeteria left bottm side of cafeteria Carpentry

Ford Rd El (2210) 3A MAIN ENTRANCE DOOR 
will NOT SHUT TO 
SECURE BUILDING per 
Mr. Streeter, Plant Mgr. 
416.8150

10/23/13 Carpentry

Ford Rd El (2210) 3A In two story building hand 
rail leading to third floor 
are missing many bolts 
and screws,about to fall 
from wall this could be 
hazardous to the students 
ect please send assitance 
asap.

10/25/13 2 story building Carpentry

Ford Rd El (2210) 3A Entering the two story 
building the security door 
henges has come down,I 
had two screws to secure 
it but it needs four please 
send assitance asap for 
security reason.

12/10/13 two story building Carpentry



Ford Rd El (2210) 3A Entering the annex 
building,the panet bar gets 
stuck often; its been 
adjusted, fix,mended 
ect.we need a new panet 
bar asap.

12/12/13 Annex outside entance door Carpentry

Ford Rd El (2210) 3A Fan 

The ventalation fan in 
womens restroom in the 
main office needs 
replaceing please send 

5/15/14 Administration Area womens restroom Electrical

Ford Rd El (2210) 3A POWER OUTAGE 
throughout the ENTIRE 
BUILDING per LaQuita 
Tate, PLC 416.8150 or 
901.315.7667

5/20/14 Electrical

Ford Rd El (2210) 3A Need 3 cases of 
fluorescent lamps asap.

6/4/14 Electrical

Ford Rd El (2210) 3A We recently had a power 
outage an the Principal 
wants clocks reset asap.

6/4/14 Electrical

Ford Rd El (2210) 3A Rooms 23, 10, 30,28, 
27,32, 34 lights in back of 
all classrooms has bad 
balast,please send 
assitance asap.

6/4/14 Electrical

Ford Rd El (2210) 3A Needs three to four cases 
of floresent lights asap.

6/17/14 SBE's office Electrical

Ford Rd El (2210) 3A There is a bad balast in 
stairway by elevator;its 
very dark for students and 
staff please send 
assitance asap.

6/23/14 2 story building Electrical

Ford Rd El (2210) 3A Entering the main building 
there's a light out,in front 
of annex building there's a 
light out;entering the 
annex building from the 
main building there are  
serveral lights out please 
send assitance asap.

3/18/14 main entrance-entering 
annex building

Electrical



Ford Rd El (2210) 3A Clocks have been set but 
still incorrect please send 
assitance asap.

3/18/14 entire school Electrical

Ford Rd El (2210) 3A Receptacle caught FIRE in 
ROOM 34 per Mr. Streeter, 
Plant Mgr. 416.8150

12/13/13 Electrical

Ford Rd El (2210) 3A Smoke detector in the 2 
story building 2nd floor 
lobby in front of elevator 
needs cleaning or 
replaceing it keeps going 
off in main office please 
please send assitance 
asap

12/16/13 2 story building Electrical

Ford Rd El (2210) 3A FIRE ALARM IS 
SHOWING TROUBLE.
PLANT MGR-
STREETER/416.8150

12/16/13 Electrical

Ford Rd El (2210) 3A Units are NOT COMING 
ON in ROOMS 15, 17, 21, 
25, 26 & 37 per Mr. 
Streeter, Plant Mgr. 
416.8150

1/6/14 Electrical

Ford Rd El (2210) 3A On the 4th floor or top floor 
boys restroom there are 
two bad balast; its very 
dark and not a safe 
enviroment for students 
please send assitance 
asap.

1/10/14 2 story building Electrical

Ford Rd El (2210) 3A UV NOT COMING ON IN 
RM-15.
PLANT MGR-
STREETER/416.8150

1/23/14 Electrical

Ford Rd El (2210) 3A UV IS MAKING NOISE IN 
RM-11
PLANT MGR-
STREETER/416.8150

1/28/14 Electrical

Ford Rd El (2210) 3A In the 2 story building 
teacher lounge in front of 
SBE office all of the 
receptacles on wall are out 
tried to reset them didn't 
work please send 
assitance asap

1/29/14 2 story building teachers 
lounge

Electrical



Ford Rd El (2210) 3A HEAT RM 26-NOT 
COMING ON-PLANT 
MGR STREETER 416-
8150 KLR

2/3/14 Electrical

Ford Rd El (2210) 3A OUTLET has BURNED in 
ROOM 26 per Mr. Streeter, 
Plant Mgr. 416.8150

2/6/14 Electrical

Ford Rd El (2210) 3A In the main building in the 
middle of room 10 an 11 
near the girls restroom the 
wall swich dosn't work in 
the halway,the Principal 
likes lights off at night I 
can't cut them on or off 
please send assitance 

2/13/14 main building Electrical

Ford Rd El (2210) 3A UV NOT COMING ON IN 
ANNEX RM-4
PLANT MGR-
STREETER/416-8150

3/6/14 Electrical

Ford Rd El (2210) 3A In the girls restroom in 
front of the main office I 
have three bad balast;two 
over stalls one in handicap 
room please send 
assitance asap.

3/28/14 girls restroom main 
building

Electrical

Ford Rd El (2210) 3A I need two cases of 
florecent light bulbs asap.

3/28/14 Electrical

Ford Rd El (2210) 3A It's very dark in stairway by 
elevator lending to top 
floor,we have two bad 
balast please send 
assitance asap.

3/31/14 two story building Electrical

Ford Rd El (2210) 3A Principal wants all clocks 
set an running please 
send assitance asap

7/8/13 Electrical

Ford Rd El (2210) 3A there are bad balast in 
teacher loundge, SBE 
office and halway in the 
middle of these area 
please assitance asap

7/10/13 Annex teacher loundge 2nd floor Electrical



Ford Rd El (2210) 3A Kitchen RTU ID#162-087 
NOT COMING ON per Mr. 
Streeter, Plant Mgr. at 901-
416.8150. 

7/10/13 Electrical

Ford Rd El (2210) 3A Two lights out,bad balast 7/10/13 1st Floor rm#28 Electrical

Ford Rd El (2210) 3A Three lights out, bad 
balast

7/10/13 main building rm# 23 Electrical

Ford Rd El (2210) 3A There are three lights out 
in rm 18 bad balast I have 
all new teacher dont need 
any lighting 
problems,please send 
assitance asap. 

7/10/13 1st grade halway rm# 18 Electrical

Ford Rd El (2210) 3A Girls restroom 3 lights out 
& boys has 4 out all bad 
balast

7/10/13 1st grade halway Electrical

Ford Rd El (2210) 3A There are four lights out in 
boys restroom,lights where 
broken while trying to take 
out needs assitance.

7/10/13 Annex Mens restroom Electrical

Ford Rd El (2210) 3A Lights hasnt been change 
in so long cant get four of 
them out please send 
assitance asap

7/10/13 Annex Girls rest room Electrical

Ford Rd El (2210) 3A The Principal and myself 
tried to change as many 
ligths as we could but they 
blow soon as we put them 
up there,lights are out 
needing balast-are 
rm#23,18,10,28,36,41,40,
38,45 an we dont have 

7/12/13 Annex east side of building Electrical

Ford Rd El (2210) 3A The roof top unit for 
principal's office is not 
working at all per Mr. 
Streeter 416-8150

8/14/13 Electrical



Ford Rd El (2210) 3A The Fire alarm 
representive is here in the 
building;needing a 
electriction to remove a 
light fixture to replace a 
alarm,so happens Don 
Locken the electrican is 
already here so I ask him 

8/15/13 Cafeteria Building in back of main 
office

Electrical

Ford Rd El (2210) 3A I change the lights in this 
room and lights still want 
come on believe it has a 
bad balast please send 
assitance asap

8/19/13 main building rm#10 Electrical

Ford Rd El (2210) 3A RTU MAIN OFC-NOT 
COMING ON-PLANT 
MGR STREETER 416-
8150 KLR

8/23/13 Electrical

Ford Rd El (2210) 3A Have ran out of 
Fluorescent lights please 
send me some asap.

9/6/13 SBE office Electrical

Ford Rd El (2210) 3A Soon as you walk in the 
two story building the 
lights over head has a bad 
balasts its very dark in this 
area please send  
assitance asap.

9/26/13 two story building Electrical

Ford Rd El (2210) 3A Please send me serveral 
boxes of Fluorescent lights 
PLEASE.

9/26/13 plant manager office Electrical

Ford Rd El (2210) 3A I apolizise for asking for 
some lights,I need 3 to 4 
cases of fluorescent lights 
thank you very much.

10/2/13 Plant manager office Electrical

Ford Rd El (2210) 3A RTU #4 NOT COMING ON 
IN KITCHEN.
PLANT MGR-
STREETER/416.8150

11/12/13 Electrical

Ford Rd El (2210) 3A Room # 219 2nd floor 
talble to the left in the 
science lab: target 
(toggle?) switch has 
broken off.Student got 
shocked, please send 
assitance asap.

11/20/13 rm# 219 Electrical



Ford Rd El (2210) 3A The emergency lights on 
3rd floor an 4th foor don't 
woork please send 
assitance asap.

11/27/13 2 story building Electrical

Ford Rd El (2210) 3A HEAT RM 25 & 26-BOTH 
NOT COMING ON-PLANT 
MGR STREETER 416-
8150 KLR

12/9/13 Electrical

Ford Rd El (2210) 3A per streeter 416-8150 
room 34 hvac leaking

5/9/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A A/C RM 25-NOT 
COOLING-PLANT MGR 
STREETER 416-8150 
KLR

5/12/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A UNIT VENTILATOR is 
STOPPED UP and 
LEAKING WATER in 
ROOM 34 per Mr. Streeter, 
Plant Mgr. 416.8150

5/13/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A A/C RM 25-NOT 
COOLING-PLANT MGR 
STREETER 416-8150 
KLR

5/13/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A UNIT VENTILATOR is 
VERY LOUD in the 
LIBRARY per Mr. Streeter, 
Plant Mgr. 416.8150

5/20/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A In room # 2 is not cooling 
please send assitance 
asap.

6/2/14 rm#2 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A Monthly - Filter-Ford Rd 
Elem - Refer to PM 
schedule details.

3/22/14 Heating/Ventilation /Air 
Conditioning



Ford Rd El (2210) 3A Pump in alarm. 3/18/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A HEAT RMS 34, 15, 14, & 
LIBRARY-ALL NOT 
HEATING-PLANT MGR 
STREETER 416-8150 
KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A RTU NOT HEATING IN 
PRIN OFFICE
PLANT MGR-
STREETER/416.8150

1/9/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A HEAT RM 34 2-STORY 
BLDG, ANNEX BLDG RM 
501, 502, 503, & 504-ALL 
NOT HEATING-PLANT 
MGR STREETER 416-
8150 KLR

1/17/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A UV NOT HEATING IN RM-
34.
PLANT MGR-
STREETER/416.8150

1/23/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A HEAT RM 34 & 18-BOTH 
NOT HEATING-PLANT 
MGR STREETER 416-
8150  KLR

1/24/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A HEAT RM 12, 13, 14, & 15 
MAIN BLDG-ALL NOT 
HEATING-PLANT MGR 
STREETER 416-8150 
KLR

1/27/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A 3-UV NOT HEATING IN 
RM-1,2,34
PLANT MGR-
STREETER/416.8150

1/28/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A UNITS NOT HEATING IN 
RM-4,23,26,15
PLANT MGR-
STREETER/416.8150

1/28/14 Heating/Ventilation /Air 
Conditioning



Ford Rd El (2210) 3A HVAC workers did some 
work a while back in the 
ceiling and left a vent 
down,an I can't get it back 
up there so mean while a 
huge hole is wide open an 
its a hazard aroud food 
send assitance asap.

1/29/14 Cafeteria In front of managers office Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A The unit ventalator in room 
11 is full of trash,makes 
loud noises,or could cause 
a fire ect. please send 
assitance asap

1/31/14 main building rm#11 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A HEAT MAIN BLDG RM 11-
MAKING NOISES-PLANT 
MGR STREETER 416-
8150 KLR

1/31/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A HEAT RM 2, 4, & 11-ALL 
NOT HEATING-PLANT 
MGR STREETER 416-
8150 KLR

2/3/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A per streeter 416-8150 
room 23 is blowing cold air

2/10/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A HEAT RM 23-NOT 
HEATING-PLANT MGR 
STREETER 416-8150 
KLR

2/11/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A UV HALL FRONT OF RM 
114-CONSTANTLY RUNS, 
NOT CYCLING OFF & 
MAKES NOISES-PLANT 
MGR STREETER 416-
8150 KLR

2/21/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A Monthly - FORD ELEM 
LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A In room # 12 unit not 
heating send assitance 
asap.

3/25/14 main building rm# 12 Heating/Ventilation /Air 
Conditioning



Ford Rd El (2210) 3A CHILLER MECH RM-NOT 
COOLING-AFFECTS 
ENTIRE BLDG-PLANT 
MGR STREETER 416-
8150 KLR

5/5/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A A/C RM 25-NOT 
COOLING-PLANT MGR 
STREETER 416-8150 
KLR

5/7/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A UNIT NOT COOLING IN 
RM-25
PLANT MGR-
STREETER/416.8150

5/8/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A chiller in alarm 7/11/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A chiller in alarm 7/12/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A Chiller working but entire 
school is hot
per Mertis Turner 416-
8150

7/23/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A Monthly - Filter-Ford Rd 
Elem - Refer to PM 
schedule details.

7/27/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A Yearly - Oil Samples - Ford 
Road Elementary - Refer 
to PM schedule details.

9/8/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A RTU NOT COOLING IN 
PRIN OFFICE
PLANT MGR-
STREETER/416.8150

9/12/13 Heating/Ventilation /Air 
Conditioning



Ford Rd El (2210) 3A Unit Ventilator is LEAKING 
in ROOM 11 in the Main 
Building per Mr. Streeter, 
Plant Mgr. 416.8150

9/19/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A Room #37 is blowing out 
cold air;I've had my 
change over but its 
blowing outside air please 
send assitance before it 
starts to freeze.

10/25/13 2 story room #37 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A 2-UV NOT HEATING IN 
RM-37,30.
PLANT MGR-
STREETER/416.8150

11/12/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A Monthly - Filter-Ford Rd 
Elem - Refer to PM 
schedule details.

11/23/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A BOILER-1 MECH RM-
NOT COMING ON-PLANT 
MGR STREETER 416-
8150 KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A HEAT PRIN'S OFC, RMS 
34 & 24-ALL NOT 
HEATING-PLANT MGR 
STREETER 416-8150  
KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A RTU NOT COMING ON IN 
ASSIST PRIN OFFICE
PLANT MGR-
STREETER/416.8174

12/2/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A RTU NOT HEATING IN 
PRIN & ASSIST PRIN 
OFFICES.
PLANT MGR-
STREETER/416.8150

12/9/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A HEAT 2-STORY BLDG RM 
34-NOT HEATING-PLANT 
MGR STREETER 416-
8150 KLR

12/9/13 Heating/Ventilation /Air 
Conditioning



Ford Rd El (2210) 3A UV NOT HEATING IN RM-
34
PLANT MGR-
STREETER/416.8150

12/10/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A All filters are fillty or very 
dirty haven't been change 
since 8/21/13 please send 
assitance asap.

2/3/14 entire school Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A No filers were change in 
SBE's office or halways 
ect, I really don't want my 
moters to burn up so 
please seen assitance 
asap.

3/18/14 SBE office-an halways Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A This the only room I'm 
having problems with the 
heating please please 
send assitance asap.

2/18/14 rm# 23 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A Monthly - Oil Lube & Belt-
Ford Rd Elem - Refer to 
PM schedule details.

8/26/13 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A Yearly - Cooling 
Towers(STRAINERS)-Ford 
Rd Elem - Refer to PM 
schedule details.

3/8/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A Monthly - Oil Lube & Belt-
Ford Rd Elem - Refer to 
PM schedule details.

3/24/14 Heating/Ventilation /Air 
Conditioning

Ford Rd El (2210) 3A PUMP #5 is LEAKING in 
the CHILLER ROOM per 
Mr. Streeter, Plant Mgr. 
416.8150

6/9/14 Plumbing

Ford Rd El (2210) 3A PIPE BASEMENT 
BOILER RM-HAS BURST-
PLANT MGR STREETER 
416-8150 KLR

6/25/14 Plumbing



Ford Rd El (2210) 3A WATER HEATER 
KITCHEN AREA-SBE 
THINKS PILOT NEED TO 
BE LIT, NO HOT WATER 
TO KITCHEN-PLANT 
MGR STREETER 416-
8150 KLR

12/13/13 Plumbing

Ford Rd El (2210) 3A Assist zone with installing 
water heater

12/20/13 Plumbing

Ford Rd El (2210) 3A In the boys restroom first 
stall at the bottom of the 
comode, it is cracked this 
is a accident ready to 
happen to a student 
please send assitance 
asap.

1/24/14 boys restroom main 
building

Plumbing

Ford Rd El (2210) 3A back flow test 2/4/14 Plumbing

Ford Rd El (2210) 3A per streeter 416-8150 in 
the kitchen the floor drain 
water is going all over the 
floor and not into the drain

2/10/14 Plumbing

Ford Rd El (2210) 3A In between room 10 an 11 
boys restroom in the 
handicap stall needs a 
wax ring or something to 
stop the water from 
coming from the bottom 
please send assitance 
asap.

2/18/14 main building Plumbing

Ford Rd El (2210) 3A When the TOILET is 
FLUSHED, the WATER 
RUNS on the FLOOR in 
the BOY'S RR in the MAIN 
BUILDING entrance area 
per Mr. Streeter, Plant Mgr. 
416.8150.

2/20/14 Plumbing

Ford Rd El (2210) 3A The 2nd stall in girls 
restroom is leaking water 
from flush valve please 
send assitance asap.

2/21/14 Annex girls restroom Plumbing

Ford Rd El (2210) 3A In the middle of restroom 
stalls there is a none stop 
flow of water coming from 
somewhere please please 
send assitance asap.

2/21/14 Annex boys restroom Plumbing



Ford Rd El (2210) 3A BROWN WATER THRU 
BLDG
PLANT MGR-
STREETER/416.8150

2/28/14 Plumbing

Ford Rd El (2210) 3A per streeter 416-8174 2 
UVs leaking water rooms 
11 and 34

4/4/14 Plumbing

Ford Rd El (2210) 3A UV RM 3-DRAINPAN 
STOPPED AND IT'S 
LEAKING-PLANT MGR 
STREETER 416-8150 
KLR

4/4/14 Plumbing

Ford Rd El (2210) 3A URINAL IS 
OVERFLOWING IN B/RR 
2-STORAGE BLDG
PLANT MGR-
STREETER/416.8150

4/11/14 Plumbing

Ford Rd El (2210) 3A URINALS IN B RR  1ST & 
2ND FLR - STOPPED UP - 
PM/STREETER 416-8150

5/6/14 Plumbing

Ford Rd El (2210) 3A sink is leaking water when 
ever you turn water on 
please send assitance 
asap

7/10/13 Annex boiler room next to SBE 
office

Plumbing

Ford Rd El (2210) 3A bad flush valve on 1st 
stall,handicap needs 
replaceing please send 
assitance

7/10/13 Annex 2nd floor boys restroom Plumbing

Ford Rd El (2210) 3A 3 toilet seats needs 
replacing is a hazard for 
small students please 
send help asap

7/10/13 Annex 2nd floor boys restroom Plumbing

Ford Rd El (2210) 3A there are 1 toilet seat 
missing and 3 broken 
please send assitance

7/10/13 Annex 4th floor girls restroom Plumbing



Ford Rd El (2210) 3A girls restroom 5 toilet seats 
need to be replaced.

7/10/13 Restroom (Boys) 1st grade hall Plumbing

Ford Rd El (2210) 3A bad flush valve 7/10/13 Restroom (Girls) 1st grade hall Plumbing

Ford Rd El (2210) 3A handicap restroom toilet 
nees seat replaced & flush 
valve leaking.

7/10/13 Restroom (Boys) annex  Plumbing

Ford Rd El (2210) 3A 2 toilet seats need to be 
replaced .

7/10/13 Restroom (Boys) anexx main rest room Plumbing

Ford Rd El (2210) 3A single faucet needs to be 
replaced.

7/10/13 Restroom (Boys) annex main boys resroom Plumbing

Ford Rd El (2210) 3A   no water coming out of 
faucet & toilet seat needs 
to be replaced in restroom.

7/10/13 Annex teachers lounge rest room Plumbing

Ford Rd El (2210) 3A toilet seat needs to be 
replaced & single faucet 
needs to be replaced.

7/10/13 Restroom (Girls) annex handi cap restroom Plumbing

Ford Rd El (2210) 3A 5 toilet seats need to 
replaced.

7/10/13 Restroom (Girls) annex main resrooms Plumbing

Ford Rd El (2210) 3A 1 toilet seat loose 7/10/13 Restroom (Boys) main buiding main hallway Plumbing



Ford Rd El (2210) 3A single faucet needs to be 
replaced.

7/10/13 Restroom (Girls) main building main hallway Plumbing

Ford Rd El (2210) 3A 5 toilet seats needs to be 
replaced

7/10/13 Restroom (Girls) main building main hallway Plumbing

Ford Rd El (2210) 3A  handicap bathroom toile 
seat &  bad flush valve.

7/10/13 Restroom (Girls) main building main hallway Plumbing

Ford Rd El (2210) 3A    insallation new gas 
system new unit

7/11/13 Plumbing

Ford Rd El (2210) 3A FLR DRAIN IS STOPPED 
UP IN CAFE
SBE-WARREN/416-8150

7/19/13 Plumbing

Ford Rd El (2210) 3A Exterior drain on SE side 
of main building pouring 
water back into boiler 
room
per Mr. Rogers 416-8150

7/23/13 Plumbing

Ford Rd El (2210) 3A AHU IS LEAKING WATER 
IN RM-18. 
SBE-STOKES/416-6700

7/24/13 Plumbing

Ford Rd El (2210) 3A boiler room in front of main 
building,floods when ever 
it rains;the drain water 
right outside the boiler 
room supose to drain into 
the sewer not into the 
school-so we have 
snakes,frogs,roaches,inse

7/31/13 boiler room main building Plumbing

Ford Rd El (2210) 3A FCU IS LEAKING WATER 
IN TEACHER LOUNGE 
(106).
PLANT MGR-
STREETER/416.8150

8/1/13 Plumbing



Ford Rd El (2210) 3A Water fantain next teacher 
loundge comes on but 
don't come out enough to 
drink please send 
assitance asap

8/14/13 rm 34-two story building Plumbing

Ford Rd El (2210) 3A hand sink is leaking where 
employees wash 
hands,sanitizing needs is 
a must,please send 
assitance asap

8/23/13 Cafeteria When entering back door Plumbing

Ford Rd El (2210) 3A # 3 compartment sink in 
back ie leaking send 
assitance.

8/23/13 in back Plumbing

Ford Rd El (2210) 3A Water fountain is leaking 
all over floor,its hazardous 
please send assitance 
asap,

8/28/13 Cafetorium cafetria Plumbing

Ford Rd El (2210) 3A RTU IS LEAKING WATER 
IN TEACHERS' LOUNGE 
MAIN BLDG.
PLANT MGR-
STREETER/416.8150

9/4/13 Plumbing

Ford Rd El (2210) 3A The water fountain in 
cafeteria before you enter 
the serving line leaks 
water when ever children 
try to use it at the 
bottom,could be 
hazardous please send 
assitance asap.

9/10/13 Cafetorium door in front of serving line Plumbing

Ford Rd El (2210) 3A 2-UV ARE LEAKING 
WATER IN RM-11,22.
PLANT MGR-
STREETER/416.8150

9/18/13 Plumbing

Ford Rd El (2210) 3A SPRINKLER HEAD AT 
ANNEX BLDG 
ENTRANCE-IS FALLING 
FROM CEILING PER SBE-
PLANT MGR STREETER 
416-8150 KLR

9/24/13 Plumbing

Ford Rd El (2210) 3A There is a drain pit next to 
the loading dock full of 
very old water,if this water 
dosen't dain or suck out its 
going to flow on into the 
boiler room behind it 
please please send 
assitance asap

9/27/13 in back of building by 
loading dock

Plumbing



Ford Rd El (2210) 3A water fountain in front of 
rm 40 in 2 story building is 
stopped up per Mr. 
Streeter 416-8150

10/18/13 Plumbing

Ford Rd El (2210) 3A HANDICAP TOILET IS 
STOPPED UP IN B/RR 
4TH FLR .
PLANT MGR-
STREETER/416.8150

10/22/13 Plumbing

Ford Rd El (2210) 3A video storm ewer 10/30/13 Plumbing

Ford Rd El (2210) 3A In the two story 
building,4th or top floor 
there is no water fountain 
working out of the two;the 
Principal told me that the 
students has to walk down 
to the second floor to get 
water,please send send 

11/4/13 two story building Plumbing

Ford Rd El (2210) 3A main office commode 
won't stop running flush 
valve gone and leaking at 
cut off per mr. streeter 416-
8150

11/26/13 Plumbing

Ford Rd El (2210) 3A no hot water in the kitchen 
per Streeter 416-8150

12/5/13 Plumbing

Ford Rd El (2210) 3A COMMODE B RR 2-
STORY BLDG ACROSS 
FROM TEACHER'S 
LOUNGE-CONSTANTLY 
LEAKING FROM 
BOTTOM PER SBE, 
CAN'T CUT OFF OR 
CONTAIN-PLANT MGR 

12/9/13 Plumbing

Ford Rd El (2210) 3A I have had call in on water 
fountains in every building 
in school;one in main 
building,0ne in annex 
building and two in two 
story building,plumbers 
are just unpluging them 
and no repairs and no 

10/22/13 entire school Plumbing

Ford Rd El (2210) 3A Room # 1 and room #3 are 
leaking water on my 
freshly wax floors please 
send assitance asap.

6/10/14 Annex rm#1& 4 Roof



Ford Rd El (2210) 3A In the teacher lounge main 
building in front of 
refrigrator\snack machine 
there is a leak;In the 
annex building room#1 
near the unit ventalator & 
rm#3 near the bulliton 
board in the light fixture 

2/5/14 main building/annex 
building

Roof

Ford Rd El (2210) 3A In room # 1 there is a roof 
leak in the closet were 
students store there 
coats,backpacks ect.this 
could be hazardous to 
anyone the walks back 
there please send 
assitance asap.

3/28/14 Annex room # 1 Roof

Ford Rd El (2210) 3A Roof is leaking in the 
middle of room # 3 please 
send assitance asap.

4/4/14 Annex rm#3 Roof

Ford Rd El (2210) 3A When ever it rains room # 
3 has a large puddle of 
water which could be a 
hazard if a student falls or 
slip up,please send 
assitance asap

4/14/14 Annex room#3 Roof

Ford Rd El (2210) 3A I have a flood in room #4 
when ever it rain please 
send assitance before a 
student or teacher slips an 
hurt them selves.

4/29/14 Annex room#4 Roof

Ford Rd El (2210) 3A Roof seems to leak every 
time it rains, its anoying for 
the teachers and bad for 
the building please send 
assitance asap.

8/19/13 Administration Area techer lounge main 
building

Roof

Ford Rd El (2210) 3A There are air vents in 
womens restroom, in the 
main office an in the nurse 
station in room#33 both 
areas need some chicken 
wire for each outside 
vents;to keep birds out of 
school please assit us on 

5/6/14 main office/room#33 Sheet Metal



Location Request Description Submittal Date Area Description Area Number Craft
Fox Meadows ES (2215) 
3B

multi-purpose needs a 
USB Drop for network in 
SACC this part of Gym.

10/25/13 Auxiliary Gym multi-purpose Cabling

Fox Meadows ES (2215) 
3B

the fence has come aloose 
around the playground 
,someone has cut the top 
and it is coming down.the 
fence has to be all the way 
up when the state comes 
to inspect.please 

9/13/13 Grounds playground Carpentry

Fox Meadows ES (2215) 
3B

I am not sure who does 
this but the fence around 
the playground is coming 
aloose on the south side of 
the fence at the top.The 
state inspects this as part 
of the Pre-K 
program,please fix as 

10/23/13 Grounds playground Carpentry

Fox Meadows ES (2215) 
3B

Front entrance door will 
NOT secure per Ms. Mills, 
Plant Mgr. 416.2530

11/1/13 Carpentry

Fox Meadows ES (2215) 
3B

FRONT DOOR cannot BE 
SECURED per Gloria 
Mills, Plant Mgr. 416.3197

12/3/13 Carpentry

Fox Meadows ES (2215) 
3B

The door has come off the 
hindge

4/21/14 2nd Floor N/W corner stairwell Carpentry

Fox Meadows ES (2215) 
3B

BACK DOOR PRE-K, 
WON'T OPEN
PLANT MGR-
MILLS/416.2530

4/21/14 Carpentry

Fox Meadows ES (2215) 
3B

FRONT DOOR, CANT 
SECURE.
PLANT MGR-
MILLS/416.2530

3/19/14 Carpentry



Fox Meadows ES (2215) 
3B

bells needs sitting for new 
school time.

7/30/13 Administration Area main office Electrical

Fox Meadows ES (2215) 
3B

ballast blown in the front 
part of the office

9/11/13 Administration Area main office Electrical

Fox Meadows ES (2215) 
3B

their is two ballast thats 
blown in this classroom

9/11/13 1st Floor B-101 Electrical

Fox Meadows ES (2215) 
3B

Ballast blown,please repair 
as soon as possible

10/25/13 2nd Floor C-210 Electrical

Fox Meadows ES (2215) 
3B

i have two ballast blown in 
this classroom

11/14/13 1st Floor B-121 Electrical

Fox Meadows ES (2215) 
3B

ballast blown in the 
A.principle office

11/14/13 Administration Area guidence Area Electrical

Fox Meadows ES (2215) 
3B

school needs bulbs all 
over the school (3 cases)

11/14/13 Custodial S.B.E. office Electrical

Fox Meadows ES (2215) 
3B

we need flourescent rapid 
bulbs 4500C

1/7/14 Custodial S.B.E. office Electrical

Fox Meadows ES (2215) 
3B

ballast bown over desk in 
main office.

1/14/14 Administration Area main office Electrical



Fox Meadows ES (2215) 
3B

The light over the boiler 
room door has been 
knocked out on purpose .It 
needs a new globe and a 
new light.

1/15/14 Mechanical Room over boiler room door Electrical

Fox Meadows ES (2215) 
3B

repair cable on flag pole. 2/20/14 Electrical

Fox Meadows ES (2215) 
3B

ballast blown in hallway 4/16/14 1st Floor hallway behind cafeteria Electrical

Fox Meadows ES (2215) 
3B

ballast blown 4/21/14 1st Floor hallway in front of B115 Electrical

Fox Meadows ES (2215) 
3B

ballast blown 4/24/14 1st Floor B.bldg.in front of B109 Electrical

Fox Meadows ES (2215) 
3B

ballast blown in classroom 5/2/14 2nd Floor C-212 Electrical

Fox Meadows ES (2215) 
3B

BULBS,please fluorescent 
starter BULBS!!!!! please

6/5/14 1st Floor plant manger office Electrical

Fox Meadows ES (2215) 
3B

ballast blown in classroom 
,please repair before 
TCAP

3/24/14 2nd Floor B-209 Electrical

Fox Meadows ES (2215) 
3B

2-FCU NOT COOLING IN 
GUIDANCE OFFICE 
(020,203).
PLANT MGR-
MILLS/416.2530

7/29/13 Heating/Ventilation /Air 
Conditioning



Fox Meadows ES (2215) 
3B

UNITS ARE NOT 
COMING ON IN RM 
C17,C15,C119. SBE 
MILLS 416-3197

7/30/13 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

RTU NOT COMING ON IN 
CAFE (184,185)
PLANT MGR-
MILS/416.2530

8/9/13 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

AHU-3 CAFE ROOF, AHU-
4 CAFE ROOF, AHU-1 
ROOF & AHU-2 ROOF-
ALL NOT COMING ON-
PLANT MGR MILLS 416-
3197 KLR

8/19/13 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

AHU-7 & AHU-8 SERVES 
C BLDG 1ST FLR PER 
SBE-NOT COMING ON-
PLANT MGR MILLS 416-
3197 KLR

8/29/13 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

A/C RM C209-STILL NOT 
COOLING-PLANT MGR 
MILLS 416-3197 KLR

9/5/13 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

Yearly - Oil Samples - Fox 
Meadows CTR - Refer to 
PM schedule details.

9/8/13 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

Monthly - Filter-Fox 
Meadows Elementary - 
Refer to PM schedule 
details.

10/11/13 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

NO GAS TO BLDG PER 
SBE-WILL NEED FOR 
BOILERS TO FIRE UP-
PLANT MGR-MILLS 416-
3197 KLR

11/12/13 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

Monthly - Filter-Fox 
Meadows Elementary - 
Refer to PM schedule 
details.

2/7/14 Heating/Ventilation /Air 
Conditioning



Fox Meadows ES (2215) 
3B

Main plant has a bad 
actuator on boiler bypass 
valve. Model number 
skd62u

2/26/14 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

Repair CHW pump 6 2/26/14 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

Monthly - FOX 
MEADOWS ELEM LVL 2 
WATER TREATMENT - 
Refer to PM schedule 
details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

Annex boiler loop pump 
isn't working. This is 
keeping the boiler off

3/5/14 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

UNIT NOT COMING ON 
IN RM-C200,C204,C202
PLANT MGR-
MILLS/416.2530

5/2/14 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

UNIT NOT COMING ON 
IN MAIN OFFICE, RM-
C200,C202,C204
PLANT MGR-
MILLS/416.2530

5/8/14 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

Monthly - Filter-Fox 
Meadows Elementary - 
Refer to PM schedule 
details.

6/6/14 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

Monthly - Oil Lube & Belt-
Fox Meadows Elementary - 
Refer to PM schedule 
details.

9/7/13 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

Yearly - Cooling 
Towers(STRAINERS)-Fox 
Meadow Ctr - Refer to PM 
schedule details.

3/9/14 Heating/Ventilation /Air 
Conditioning



Fox Meadows ES (2215) 
3B

Monthly - Oil Lube & Belt-
Fox Meadows Elementary - 
Refer to PM schedule 
details.

4/5/14 Heating/Ventilation /Air 
Conditioning

Fox Meadows ES (2215) 
3B

C117 a/c backed up and 
leaking thru ceiling per 
Gloria Mills 416-3197

7/30/13 Plumbing

Fox Meadows ES (2215) 
3B

NO HOT WATER IN THE 
KITCHEN. SBE MILLS 

7/31/13 Plumbing

Fox Meadows ES (2215) 
3B

HAND SINK IN THE C 
BLDG 2ND FLOOR IS 
LEAKING AND CANNOT 
BE TURNED OFF.SBE 
MILLS 416-3197

8/7/13 Plumbing

Fox Meadows ES (2215) 
3B

girls toliet handle not 
flushing.

8/9/13 Restroom (Girls) C-bldg.!st Flr. Plumbing

Fox Meadows ES (2215) 
3B

3rd stall in the girls 
restroom is not flushing .

8/9/13 Restroom (Girls) 2nd Flr.C-bldg. Plumbing

Fox Meadows ES (2215) 
3B

Please test RP devices on 
site.

9/11/13 Plumbing

Fox Meadows ES (2215) 
3B

The handicapped toilet is 
stopped up ,I have tried 
pluging it it will not unstop.

9/26/13 1st Floor C- Bldg.Boys restroom Plumbing

Fox Meadows ES (2215) 
3B

the toliet is stopped up the 
third stalled

10/23/13 2nd Floor B-bldg.girls restroom Plumbing



Fox Meadows ES (2215) 
3B

Assist MLGW with gas 
outage.

11/12/13 Plumbing

Fox Meadows ES (2215) 
3B

Test RP devices on site. 1/2/14 Plumbing

Fox Meadows ES (2215) 
3B

PIPE HAS BURST ON 
COOLING TOWER-
WATER RUNNING 
EVERYWHERE-PLANT 
MGR MILLS 416-3197 
KLR

2/10/14 Plumbing

Fox Meadows ES (2215) 
3B

 The valve is sticking on 
third urnial in the boys 
restroom, water is running 
all over the floor.

4/17/14 Restroom (Boys) 2nd flr.B. bldg. Plumbing

Fox Meadows ES (2215) 
3B

The vavle has went out on 
toliet it will not flush at 
all.The first stall in girls 
restroom

5/2/14 Restroom (Girls) main entrance Plumbing

Fox Meadows ES (2215) 
3B

The sink is coming off the 
wall.

5/2/14 Restroom (Girls) main entrance Plumbing

Fox Meadows ES (2215) 
3B

faucet is turning  around 
about to come off.

5/2/14 Restroom (Boys) N/W corner 1st flr. Plumbing

Fox Meadows ES (2215) 
3B

per ms mills 416-3197 girls 
restroom main entrance 
there are only 3 toilets in 
there and 2 of them are 
not flushing

5/7/14 Plumbing

Fox Meadows ES (2215) 
3B

SINKS IN B/G RR AT THE 
MAIN ENTRANCE-
COMING OFF WALL AND 
HAS WATER LEAKING 
FROM IT, CAN'T 
CONTAIN-PLANT MGR 
MILLS 416-3197 KLR

4/4/14 Plumbing



Fox Meadows ES (2215) 
3B

main entrance is leaking 
something threw the roof, 
please see what it is as 
soon as possible, it is 
messing up the floor.

6/27/14 1st Floor main entrance Roof

Fox Meadows ES (2215) 
3B

it is leaking in the middle 
of the cafeteria 

4/2/14 Cafetorium in the middle Roof



Count of Craft Craft
Location Cabling Carpentry Electrical HVAC Plumbing Roof Grand Total

Fox Meadows ES (2215) 3B 1 7 17 20 17 2 64
Grand Total 1 7 17 20 17 2 64



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Freeman K8 (2362) 3A 6 9 38 56 21 3 27 4 4 168
Grand Total 6 9 38 56 21 3 27 4 4 168



Location Request Description Submittal Date Area Description Area Number Craft
Freeman K8 (2362) 3A carpet needs remove from 

water damage and replace
with flood tiles and the 
door don't open because
of the carpet damage

7/31/13 1st Floor classroom B-47 Asbestos

Freeman K8 (2362) 3A rain inside classroom 
carpet needs to come up
and replace with floor tiles/ 
safety hazard

7/31/13 1st Floor classroom B - 38 Asbestos

Freeman K8 (2362) 3A Principal office restroom 
ceiling tile needs replace 
from water damage

7/31/13 1st Floor main office Asbestos

Freeman K8 (2362) 3A Carpet water damage, 
carpet needs to come up
and replace with tile

8/5/13 1st Floor Rm# 38 & Rm# 47 Asbestos

Freeman K8 (2362) 3A Teachers Lounge Planning 
- carpet damage needs
remove and replace w/ Tile

8/8/13 1st Floor Rm# C117 Asbestos

Freeman K8 (2362) 3A Teacher Lounge @ 
Planning area (Elem. Side)
carpet damage carpet 
needs remove and replace
w/ tile

8/8/13 1st Floor A -35 Asbestos

Freeman K8 (2362) 3A The internet hub by the 
smart board in front of the 
room does not work

3/6/14 rm 34 Cabling

Freeman K8 (2362) 3A I need a estimate for new 
drops in the middle school 
library in the area by 
intervention-enough to 
hold 30 desk top 
computers

(SCS Cabling and 

3/18/14 Mid. Sch. Library Cabling



Freeman K8 (2362) 3A Install a data drop in A & C 
building teacher lounge.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

1/13/14 A & C -bldg. teacher 
lounge

Cabling

Freeman K8 (2362) 3A needs a working phone 
port

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

9/23/13 C-bldg. nurse station C-
109

Cabling

Freeman K8 (2362) 3A Install a internet drop for 
copier

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

10/18/13 Administration Area Cabling

Freeman K8 (2362) 3A conference room Port not 
working(Request Network 
Cabling Maintenance 
Repair).

8/7/13 1st Floor Rm#A 38 Cabling

Freeman K8 (2362) 3A Freeman- WO376490-- 
Install a network drop, new 
fax line, and wireless 
network (Request Network 
Cabling Project 
Management).

(SCS Network Cabling and 

8/20/13 Administration Area Cabling

Freeman K8 (2362) 3A Mount a smart board to 
the wall, the smart board is 
on site

(SCS Network Cabling and 
Electronics dept. does not 
support this type of 
request -- “Please See 

12/16/13 Multi purpose room Cabling

Freeman K8 (2362) 3A Mount a smart board a 
smart board is on site

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

10/31/13 multi-purpose room Cabling

Freeman K8 (2362) 3A The grand master key will 
not unlock the door, the 
key turns round and round

5/28/14 Entrance door by rm #1 Carpentry

Freeman K8 (2362) 3A The entrance door get 
stuck sometimes, Principal 
request

5/28/14 rm #37 Carpentry



Freeman K8 (2362) 3A replace broken window 6/23/14 rm #12 Carpentry

Freeman K8 (2362) 3A Replace the broken rope 
that open and close the 
curtains on the stage. 
URGENT

4/30/14 Gym-stage area Carpentry

Freeman K8 (2362) 3A Install a white marking 
board in the football 
dressing room

3/19/14 football dressing room Carpentry

Freeman K8 (2362) 3A Mount some bullentin 
board strips on the wall 
north east end between 
the stairs and doors

2/7/14 Machine Shop Carpentry

Freeman K8 (2362) 3A Install white marking 
boards gym area by girls 
dressing room and the 
P.E. room

1/28/14 Gym & P. E. room Carpentry

Freeman K8 (2362) 3A Replace floor tile in 
serving area as needed

1/28/14 Kitchen serving line area Carpentry

Freeman K8 (2362) 3A ENTRANCE/EXIT DOORS 
in the CAFETERIA ARE 
NOT WORKING 
PROPERLY (ONE DOOR 
will not OPEN and the 
OTHER DOOR will not 
SHUT per Lorenzo Wright, 
Plant Mgr. 416.3156

1/30/14 Carpentry

Freeman K8 (2362) 3A I need 3 package of 
Mineral board tile, one 
package of Fiberglass tile

12/17/13 Freeman Carpentry

Freeman K8 (2362) 3A Entrance gate on the 
south end repair or 
replace, un-wanted people 
are on the promise at 
night. URGENT

12/18/13 south end Carpentry



Freeman K8 (2362) 3A Oil leak from door closure 12/18/13 Before & after care office Carpentry

Freeman K8 (2362) 3A replace broke window 12/18/13 Orchestra room Carpentry

Freeman K8 (2362) 3A Outside entrance door 
replace insulation around 
the door

1/10/14 Band room Carpentry

Freeman K8 (2362) 3A Can not secure the boiler 
room, coach office in the 
gym, entrance door to the 
p.e. room and the door on 
the stage

1/14/14 B - bldg. Carpentry

Freeman K8 (2362) 3A Replace damage and 
missing special cut ceiling 
tile in the hall by room #1, 
2, 3, 13, principal 
restroom, mid. sch. library

1/15/14 A, B and C- bldg. Carpentry

Freeman K8 (2362) 3A Replace damage and 
missing special cut ceiling 
tile in the hall by room #20, 
22, canopy outside in front 
of the building, replace 
base board across from 
room #32 

1/15/14 C- bldg. Carpentry

Freeman K8 (2362) 3A Install a white board, 10/31/13 multi-purpose room Carpentry

Freeman K8 (2362) 3A Outside entrance door by 
orchestra room, door will 
not close complete----
URGENT-----

10/31/13 by orchestra room Carpentry

Freeman K8 (2362) 3A      paint plywood for 
restroom stall door

7/11/13 Carpentry



Freeman K8 (2362) 3A DOOR WONT OPEN 
ACROSS MID LIBRARY.
SBE-WRIGHT/416-3156

7/22/13 Carpentry

Freeman K8 (2362) 3A       remove shelve in book 
room

7/24/13 Carpentry

Freeman K8 (2362) 3A Can not secure mid. sch. 
library inside door will not 
close, the inside entrance 
door to the music hall the 
key do not work.

12/9/13 library,music hall door Carpentry

Freeman K8 (2362) 3A Secure metal strips to the 
ceiling, ceiling tiles are 
falling down-- URGENT--

12/9/13 A & C- bldg. teacher 
lounge

Carpentry

Freeman K8 (2362) 3A Girls R/R music hall 
entrance door key works 
sometime,girls dressing rm 
entrance door can not lock 
or unlock

10/14/13 Freeman Carpentry

Freeman K8 (2362) 3A Install 2 bulletin boards 
east wall, both boards 4ft 
by 8ft

10/18/13 room #2 Carpentry

Freeman K8 (2362) 3A need thrush plate right 
side of the bleaches

8/1/13 1st Floor GYM Door Carpentry

Freeman K8 (2362) 3A Gate needs replace safety 
hazard, hazard material on 
the ground, beer bottle, 
use needles and many 
more
other use material

8/6/13 Grounds Gate Carpentry

Freeman K8 (2362) 3A stain ceiling principal 
restroom, hallway front 
rm#24,
front plant manager office 
spec. cut w/ smoke dector

8/7/13 1st Floor ceiling tiles Carpentry



Freeman K8 (2362) 3A Door Knob needs repair 8/7/13 1st Floor Rm#27 Carpentry

Freeman K8 (2362) 3A (3) FRONT ENTRANCE 
DOORS-NOT LOCKING-
WON'T BE ABLE TO 
SECURE BLDG-SBE 
McFARLAND 416-3156 
KLR

8/9/13 Carpentry

Freeman K8 (2362) 3A Replace or repair door 
closer kitchen area, 
cafeteria entrance door to 
the music hall will not 
close, mid. school library 
entrance door will not 
close

8/16/13 Kitchen,library,cafertia Carpentry

Freeman K8 (2362) 3A WINDOW BROKEN IN 
ELEM LIBRARY-WON'T 
BE ABLE TO SECURE-
SBE WRIGHT 416-3156 
KLR

8/20/13 Carpentry

Freeman K8 (2362) 3A Remove ceiling for HVAC 
repair.

9/6/13 Carpentry

Freeman K8 (2362) 3A Mount the mail box to the 
wall in the main office.  
PRINCIPAL REQUEST

9/9/13 Administration Area Carpentry

Freeman K8 (2362) 3A Remount push bar to the 
handle out side entrance 
door, the door is hard to 
secure

9/14/13 B-47 across from library Carpentry

Freeman K8 (2362) 3A a master key is stuck in 
the girls restroom door--
URGENT--

9/16/13 music hall Carpentry

Freeman K8 (2362) 3A Replace damage outside 
entrance doors

7/24/13 B-47 or sceme room Carpentry



Freeman K8 (2362) 3A I need a Nema 5-20R, 120 
volt, 20 amp outlet install 
in C-building teacher's 
lounge.

6/3/14 Teacher's lounge- C- bldg. Electrical

Freeman K8 (2362) 3A Install a outlet for copy 
machine

6/5/14 C- bldg. teacher's lounge Electrical

Freeman K8 (2362) 3A UNIT NOT COMING ON 
IN LIBRARY (SUMMER 
SCHOOL)
PLANT MGR-
WRIGHT/230.2416

6/13/14 Electrical

Freeman K8 (2362) 3A Exhaust fans does not 
work id #089088,   089089

4/30/14 on the roof Electrical

Freeman K8 (2362) 3A I need 3 boxes of F32T8 
light bulbs

5/9/14 Freeman Electrical

Freeman K8 (2362) 3A Replace 3 ballast (4 lamp 
fixture ) S.B.E. replace the 
bulbs

4/11/14 Break rm across from rm 
#3

Electrical

Freeman K8 (2362) 3A Replace a ballast, S.B.E. 
replace the bulbs

4/11/14 A- bldg. boys R/R Electrical

Freeman K8 (2362) 3A Replace 3 ballast (4 lamp 
fixture). Testing in room 
19A Mar.17---URGENT---

3/6/14 rm 19A across from rm 1 Electrical

Freeman K8 (2362) 3A Replace a ballast ( 4 lamp 
fixture), S.B.E. replace the 
bulbs in rm #7 & 12

3/24/14 Rm #7 & 12 Electrical



Freeman K8 (2362) 3A Replace a ballast ( 4 lamp 
fixture ) S.B.E. replace the 
bulbs

3/24/14 Administration Area Electrical

Freeman K8 (2362) 3A Replace 3 ballast ( 4 lamp 
fixture ) 2 in rm #34 & 1 in 
rm #23

3/24/14 Rm #23 & 34 Electrical

Freeman K8 (2362) 3A Exhaust fan do not work, 
ID #089-078  north end

3/27/14 on the roof Electrical

Freeman K8 (2362) 3A Exhaust fan do not work, 
ID #089-071  south end

3/27/14 Electrical

Freeman K8 (2362) 3A Exhaust fan do not work, 
ID #089-075   north end

3/27/14 on the roof Electrical

Freeman K8 (2362) 3A Exhaust fan do not work, 
ID #089-080  east end

3/27/14 on the roof Electrical

Freeman K8 (2362) 3A The surge protector is 
making  noise, S.B.E. 
reset it constant

2/12/14 rm# 35 Electrical

Freeman K8 (2362) 3A Replace 2 ballast (4 lamp 
fixture) S.B.E. replace the 
bulbs

2/17/14 Administration Area A-25 supply room Electrical

Freeman K8 (2362) 3A Replace 2 ballast -S.B.E. 
replace the bulbs, weight 
rm in the shower area. ( 2 
lamp fixtures )

2/18/14 weight room Electrical



Freeman K8 (2362) 3A Replace ballast, S.B.E. 
replace the light bulbs. (2 
lamp fixtures)

2/20/14 by rm #25 & landing by 
mid. sch. library

Electrical

Freeman K8 (2362) 3A I need 3 boxes F32T8 light 
bulbs

1/26/14 J. P. Freeman Electrical

Freeman K8 (2362) 3A Emergency lights do not 
work by room #21, mid. 
sch. library (2), rm# 15, 2, 
cafeteria hall south end, 
P.E. room, weight rm, 
band rm by B-82, boiler 
rm, cafeteria

1/30/14 Electrical

Freeman K8 (2362) 3A reset time clock by room 
#8

1/30/14 A- bldg. Electrical

Freeman K8 (2362) 3A The lights will not come 
on. no power maybe

2/3/14 boys & girls dressing room 
shower area

Electrical

Freeman K8 (2362) 3A Replace ballast in room 
#3, elem. T. lounge A-35A, 
main office A32, rm 17, A-
bldg. girls R/R, mid. sch. 
library

2/3/14 A and B - bldg. Electrical

Freeman K8 (2362) 3A Replace ballast in the hall 
by room #20, rm #23, 24, 
39 (2), 29, 34

2/3/14 C-bldg. Electrical

Freeman K8 (2362) 3A I need 3 boxes of F32T8 
light bulbs--URGENT--

1/3/14 Freeman Electrical

Freeman K8 (2362) 3A Replace ballast in room 
#38,23 (3), 24, mid. sch. T. 
lounge, rm#29, 34, 36, 3 --
plant manager replace the 
light bulbs

1/3/14 A & C-bldg. Electrical



Freeman K8 (2362) 3A Replace ballast in room 
#9, 17 (2), 18, S.B.E. 
replace the bulbs--4 lamb 
fixtures

1/7/14 A- bldg. Electrical

Freeman K8 (2362) 3A Replace a ballast, plant 
manager replace the bulbs

1/15/14 Multi- purpose room Electrical

Freeman K8 (2362) 3A 3 light fixtures do not work, 
plant manager replace 
light bulbs

10/31/13 Electrical

Freeman K8 (2362) 3A replace or repair light 
switch next to the reach in 
cooler

10/31/13 Kitchen Electrical

Freeman K8 (2362) 3A Replace 2 ballast, 4 lamp 
fixture

11/1/13 room #37 Electrical

Freeman K8 (2362) 3A replace ballast in boys 
restroom, Att. Don Larkin

9/23/13 J. P. Freeman Stadium Electrical

Freeman K8 (2362) 3A Replace ballast hall room 
#20,25,26, exit door by 
room #35, rm #38 storage 
rm, and mid. sch. library

10/1/13 A,B,and C- bldg. Electrical

Freeman K8 (2362) 3A Replace ballast in the 
cafeteria hall (3), music 
hall (3),P.E. room back of 
gym (2)

10/14/13 Freeman Electrical

Freeman K8 (2362) 3A Replace ballast in boys & 
girls dressing rooms 
(6),Plant manager replace 
bulbs

10/14/13 Freeman Electrical



Freeman K8 (2362) 3A The outside lights does not 
come, repair or replace 
time clock as needed

10/14/13 canopy in front of bldg. Electrical

Freeman K8 (2362) 3A Replace ballast in room 
#34 (3), B-38 by library (3), 
light switch in the cafeteria 
hall north end do not work. 
URGENT

10/17/13 Freeman Electrical

Freeman K8 (2362) 3A the hall by the cafeteria 
1/2 of the lights are out 
and checked breaker per 
mr. wright 416-3156

10/17/13 Electrical

Freeman K8 (2362) 3A I need 20- T-6 145v 
Candelabra base 15w, 18 
H1gh Pressure Sodium 
50W Clear Transparente, 
20 Sylvania GTE coolwhite 
6W  F6T5/CW---UK

10/24/13 Freeman Electrical

Freeman K8 (2362) 3A FIRE ALARM - 089-033 - 
KEEP GOING OFF AND 
WON'T STAY SILENT - 
PM/WRIGHT 416-3156

7/26/13 Electrical

Freeman K8 (2362) 3A I need 6 case of F32T8 
light bulbs

7/26/13 A,B & C-bldg. Electrical

Freeman K8 (2362) 3A The receptor outlet for the 
use of the cooler is burn 
out and needs be replace

7/31/13 Cafeteria 1st floor Electrical

Freeman K8 (2362) 3A classroom# 2 -5- 6 -7 -14 -
16 - 18 -,Both Library
room# 20, 22, 27, 38

7/31/13 1st Floor replace ballasts Electrical

Freeman K8 (2362) 3A No Light ,ballast needs 
replace

8/2/13 Gym Girl Locker Room Electrical



Freeman K8 (2362) 3A Lights needs replace 
around the buildings/
outside  perimeter

8/6/13 Grounds Lights Electrical

Freeman K8 (2362) 3A Light switch needs replace 8/7/13 1st Floor Music Hallway Electrical

Freeman K8 (2362) 3A ballasts needs replace, 
Library ballast needs 
replace,
Hallway by the cafeteria

8/7/13 1st Floor main office Electrical

Freeman K8 (2362) 3A light switches in music 
hallway, 3rd floor entry 
way and 1st floor entry 
way are sparking per Ms. 
McFarland 416-3156

8/8/13 Electrical

Freeman K8 (2362) 3A Light switch by room #6 do 
not work, replace ballast 
conference area by asst. 
principal office

8/16/13 Electrical

Freeman K8 (2362) 3A Add two more hooks to the 
rope on the flag ploe

8/20/13 flag pole Electrical

Freeman K8 (2362) 3A Replace ballast hall by 
room #8, 17, and finance 
office A-26, Plant Manger 
replace the bulbs

8/24/13 A-bldg. Electrical

Freeman K8 (2362) 3A Reset the clocks and bells 9/3/13 J.P. Freeman Electrical

Freeman K8 (2362) 3A replace ballast in room 
#14, B-38 & B-47 across 
from library, 20, 23, 29, 34, 
plant manager need a light 
switch key

9/3/13 A and B bldg. Electrical



Freeman K8 (2362) 3A Remove lights for HVAC 
repair.

9/6/13 Electrical

Freeman K8 (2362) 3A I need 4 boxes of F32T8 
light bulbs

9/11/13 Freeman Electrical

Freeman K8 (2362) 3A Install Mini-spit AC 4/2/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Monthly - Filter-J.P. 
Freeman Middle - Refer to 
PM schedule details.

5/18/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A UNIT NOT COOLING IN 
MAIN OFFICE
PLANT MGR-
WRIGHT/230.2416

5/22/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A RTU-4 LIBRARY-NOT 
COOLING-PLANT MGR 
WRIGHT 416-3156 KLR

6/2/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Monthly - Freeman Elm 
AirCompress#026 Dryer 
blrm  - Refer to PM 
schedule details.

4/20/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Monthly - Freeman 
ElmAirCompress#032 
Mchrm unit C  - Refer to 
PM schedule details.

4/20/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A UNIT NOT HEATING IN 
MULTI-PURPOSE RM
PLANT MGR-
WRIGHT/2302416

1/27/14 Heating/Ventilation /Air 
Conditioning



Freeman K8 (2362) 3A Units are NOT HEATING 
in ROOMS 1, 3, 5, 6, 7, 9, 
11, 12, 13, 14, 15, 18, 19, 
20, 21, 22, 25, 29, 30, 31, 
33, 35, and 36 per 
Lorenzo Wright, Plant Mgr. 
416.3157

1/7/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A per Mr. Wright 416-3157 
room 17 is too hot (76 
degrees +)

1/10/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Monthly - Filter-J.P. 
Freeman Middle - Refer to 
PM schedule details.

1/12/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Boiler pump #1 not coming 
on (bad transformer, Per: 
Bobby Barlow) 

11/1/13 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A 2-BOILERS NOT COMING 
ON.
PLANT MGR-
WRIGHT/833.6642

11/4/13 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A clean reheat coils 11/5/13 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Monthly - Freeman Elm 
AirCompress#026 Dryer 
blrm  - Refer to PM 
schedule details.

10/20/13 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Monthly - Freeman 
ElmAirCompress#032 
Mchrm unit C  - Refer to 
PM schedule details.

10/20/13 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Monthly - Filter-J.P. 
Freeman Middle - Refer to 
PM schedule details.

9/15/13 Heating/Ventilation /Air 
Conditioning



Freeman K8 (2362) 3A FILTERS NEEDS TO BE 
CHANGE CAUSING 
UNITS NOT TO HEAT 
THRU C& B BLDG
PLANT MGR-
WRIGHT/833.6642

1/24/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Yearly - Boiler 024-John P 
Freeman-Boiler Rm Ctr - 
Refer to PM schedule 
details.

3/2/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Yearly - Boiler 025 -John P 
Freeman-Boiler Rm W - 
Refer to PM schedule 
details.

3/2/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Monthly - Oil Lube & Belt-
J.P. Freeman Middle - 
Refer to PM schedule 
details.

9/22/13 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Monthly - Oil Lube & Belt-
J.P. Freeman Middle - 
Refer to PM schedule 
details.

4/20/14 Heating/Ventilation /Air 
Conditioning

Freeman K8 (2362) 3A Paint the gym 10/24/13 Gym Painting

Freeman K8 (2362) 3A Paint the cafeteria and 
serving line area

2/7/14 Cafeteria Painting

Freeman K8 (2362) 3A restripe parking lots 11/13/13 parking lots Painting

Freeman K8 (2362) 3A mop sink stop up 6/23/14 Kitchen Plumbing



Freeman K8 (2362) 3A Water cooler north east 
end of the cafeteria is stop 
up

4/24/14 Cafeteria Plumbing

Freeman K8 (2362) 3A The first stall to your right 
the commode will not flush

4/8/14 A- bldg. girls restroom Plumbing

Freeman K8 (2362) 3A GAS SMELL IN CAFE & 
MUSIC HALLS-PLANT 
MGR WRIGHT 416-3156 
KLR

4/9/14 Plumbing

Freeman K8 (2362) 3A Faucet leaking on two 
compart/ garbage disposal 
sink

4/9/14 Kitchen Plumbing

Freeman K8 (2362) 3A  Sewer Ejectors not 
working

3/4/14 Plumbing

Freeman K8 (2362) 3A        repair sewer drain 3/5/14 Plumbing

Freeman K8 (2362) 3A Pump sewer ejector pit 3/21/14 Plumbing

Freeman K8 (2362) 3A 3-COMPARTMENT SINK 
KITCHEN AREA-
LEAKING FROM 
BOTTOM-PLANT MGR 
WRIGHT 416-8199 KLR

1/28/14 Plumbing

Freeman K8 (2362) 3A Floor drain stop up --
Urgent-- foul oder

2/3/14 boys dressing room 
shower area

Plumbing



Freeman K8 (2362) 3A remount handsink to the 
wall--urgent--

7/23/13 girls rr by concession 
stand

Plumbing

Freeman K8 (2362) 3A NO GAS COMING TO 
BLDG PER SBE-PLANT 
MGR WRIGHT 416-3156 
KLR

11/7/13 Plumbing

Freeman K8 (2362) 3A The toilets in the 
restrooms are not flushing 
complete, repair or replace

11/8/13 T. lounge A & C-bldg. Plumbing

Freeman K8 (2362) 3A Two water cooler are stop 
up

11/8/13 Cafeteria Plumbing

Freeman K8 (2362) 3A FURNACES FOOTBALL 
LOCKER RM & WEIGHT 
RM-BOTH NEED PILOTS 
LIT-PLANT MGR 
HAWKINS 416-3156 KLR

11/20/13 Plumbing

Freeman K8 (2362) 3A 6-TOILETS ARE 
STOPPED UP IN 
TEACHERS' LOUNGE
PLANT MGR-
WRIGHT/833.6642

10/18/13 Plumbing

Freeman K8 (2362) 3A toilet leaking needs repair 7/31/13 1st Floor classroom B-47 Plumbing

Freeman K8 (2362) 3A rm#A-33A Ladies restroom 
Faucet leaking, A building 
Girl restroom 1st 
commode will not flush, 
two commode sit loose

8/1/13 1st Floor main office Plumbing

Freeman K8 (2362) 3A Boys restroom leaking 
water from pipe when 
flushing 
urinal by rm#36

8/1/13 1st Floor C - building Plumbing



Freeman K8 (2362) 3A Girls restroom commode 
sit loose by rm#38

8/1/13 1st Floor C -building Plumbing

Freeman K8 (2362) 3A toilet won't stop flushing, 
Teacher lounge toilet won't 
flush 1st stall

8/2/13 Gym Boys Locker Plumbing

Freeman K8 (2362) 3A       test back flow . 8/5/13 Plumbing

Freeman K8 (2362) 3A Water fountain in cafeteria 
and outside cafe in 
hallway both are leaking 
per Ms. McFarland 416-
3156

8/8/13 Plumbing

Freeman K8 (2362) 3A Teacher Lounge toilet stop 
- up won't flush

8/8/13 1st Floor Rm# C117 Plumbing

Freeman K8 (2362) 3A Plug gas line and add S-
trap on roof top A/C unit 
over weight room in gym 
area

8/8/13 Plumbing

Freeman K8 (2362) 3A WATER HEATER FOR 
KITCHEN-NOT HEATING 
WATER-NO HOT WATER 
TO KITC-SBE 
McFARLAND 416-3156 
KLR

8/9/13 Plumbing

Freeman K8 (2362) 3A The water fountains are 
leaking water

8/16/13 cafeteria and by girls r/r by 
concession stand

Plumbing

Freeman K8 (2362) 3A We still have roof leaks in 
the principal restroom, 
cafeteria,hall by room #1, 
18, 21, 30, canopy in front 
of the building, gym and 
the library

1/28/14 Freeman Roof



Freeman K8 (2362) 3A There are a roof leak in 
the hall by room #21, 30, 
1, mid. sch. library and 
canopy in front of the 
building

12/9/13 Freeman Roof

Freeman K8 (2362) 3A There is a roof leak in the 
Principal restroom -
URGENT-

10/17/13 Principal Office Roof

Freeman K8 (2362) 3A Rain in Principal 
Restroom/ Roof Leaking, 
for a while
ceiling tile needs replace 
as well

8/5/13 1st Floor Principal Office Roof

Freeman K8 (2362) 3A        fabrication metal box 
for electrical panel

3/6/14 Sheet Metal

Freeman K8 (2362) 3A Replace gate valve for 
RTU 3.

2/1/14 Sheet Metal

Freeman K8 (2362) 3A per Mr. Wright 416-3157 in 
the clue room and the 
before/after care room 
they are not heating (these 
are across from both 
libraries.

1/10/14 Sheet Metal

Freeman K8 (2362) 3A Repair AC dampers 9/5/13 Sheet Metal



Count of Craft Craft
Location Carpentry Electrical Painting Plumbing Roof Grand Total

Freeman Stadium 096-3A 6 5 17 8 1 37
Grand Total 6 5 17 8 1 37



Location Request Description Submittal Date Area Description Area Number Craft
Freeman Stadium 096-3A replace pull handles and 

lock latches on swing 
doors as needed

9/5/13 Inside concession stand Carpentry

Freeman Stadium 096-3A the "Mens" restroom sign 
is missing at the 
concession bldg

9/18/13 Athletic Field Carpentry

Freeman Stadium 096-3A can not secure the 
entrance door

11/18/13 storage rm by visitor rm Carpentry

Freeman Stadium 096-3A Three windows on 
pressbox were broken out, 
please repair

5/2/14 Athletic Field Carpentry

Freeman Stadium 096-3A     repair door stadium. 7/11/13 Carpentry

Freeman Stadium 096-3A Carpenter need to meet 
contractors working on 
pole lights, key will turn 
lock but door will not open. 
Contractors need access 
to turn on breakers.(8:45 
am Tuesday July,30 2013.

7/29/13 Carpentry

Freeman Stadium 096-3A I need one box of each--
Econ-o watts  
F96T12/CW/ E  60 watt 
USA ALTO 08H
Phillips  Econ-o-watt E--
F40LW/RS/EW--34 watts 0  
80 USA  ALTO collection

9/16/13 concession stand Electrical

Freeman Stadium 096-3A The girls r/r, home and 
visitors locker room, there 
are 5 light fixture does not 
work, also need 2 light 
fixture cover, (2 lamp 
fixtures)

9/25/13 locker rooms & girls r/r Electrical



Freeman Stadium 096-3A 3 exterior lights around the 
concession stand/locker 
rooms are out.  please 
replace the lights or reset 
timers on the southside of 
the building.  The 
southgates have a 3358 
padlock for entry

7/24/13 Athletic Field Electrical

Freeman Stadium 096-3A please replace burned out 
lights in westside storage 
room.  Room with the 
sump pump alarm

8/20/13 Athletic Field Electrical

Freeman Stadium 096-3A sink in concession stand 
area leaks when water is 
running, please repair

8/20/13 Athletic Field Electrical

Freeman Stadium 096-3A replace damage and 
molded ceiling tile, (spec. 
cut ) also repair the hatch 
(need to be paint only)

9/5/13 press box Painting

Freeman Stadium 096-3A paint lines on football field 9/10/13 Painting

Freeman Stadium 096-3A paint lines on football field 9/16/13 Painting

Freeman Stadium 096-3A paint lines on football field 9/23/13 Painting

Freeman Stadium 096-3A paint lines on football field 9/30/13 Painting

Freeman Stadium 096-3A paint lines on football field 10/7/13 Painting



Freeman Stadium 096-3A paint lines on football field 10/7/13 Painting

Freeman Stadium 096-3A paint lines on football field 10/14/13 Painting

Freeman Stadium 096-3A paint lines on football field 10/14/13 Painting

Freeman Stadium 096-3A paint lines on football field 10/21/13 Painting

Freeman Stadium 096-3A paint lines on football field 10/28/13 Painting

Freeman Stadium 096-3A paint lines on football field 11/4/13 Painting

Freeman Stadium 096-3A line soccer field 5/5/14 Painting

Freeman Stadium 096-3A paint lines on football field 8/15/13 Painting

Freeman Stadium 096-3A paint lines on football field 8/26/13 Painting



Freeman Stadium 096-3A paint lines on football field 9/3/13 Painting

Freeman Stadium 096-3A paint lines on football field 9/4/13 Painting

Freeman Stadium 096-3A possible sprinkler pipe 
leak out on football field 
around 40yd line.  field is 
saturated but sprinkler is 
off, please repair

9/9/13 Athletic Field Plumbing

Freeman Stadium 096-3A Zone 8 in the Sprinkler 
System has 5 bad 
sprinkler heads.  Three will 
not come up and one will 
not rotate.  There is also a 
water leak on one of the 
heads that will not come 
up.  Please repair, the field 

9/11/13 Athletic Field Plumbing

Freeman Stadium 096-3A     winter maintenance of 
stadium

11/14/13 Plumbing

Freeman Stadium 096-3A       repair heat system 
stadium

12/2/13 Plumbing

Freeman Stadium 096-3A Turn water on to sprinkler 
system as soon as 
possible.

4/9/14 Plumbing

Freeman Stadium 096-3A Turn on water to sprinkler 
system, check all zones,  
and make needed 
sprinkler head repairs, 
thanks 

5/22/14 Athletic Field Plumbing

Freeman Stadium 096-3A pipe leak on controller box 
in small fenced area 
directly in front of the 
concessions building.  
Plastic coupling is cracked

8/1/13 Athletic Field Plumbing



Freeman Stadium 096-3A no water pressure on 
football field sprinkler 
system, water barely 
coming out, please check

9/3/13 Athletic Field Plumbing

Freeman Stadium 096-3A water leaking throgh the 
roof damaging the ceiling 
tile in pressbox

9/5/13 Press box Roof



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Gardenview El (2230) 3A 3 2 42 85 48 3 33 6 2 224
Grand Total 3 2 42 85 48 3 33 6 2 224



Location Request Description Submittal Date Area Description Area Number Craft
Gardenview El (2230) 3A replace insulation in 

hallway
7/17/13 Hallway/Corridor Asbestos

Gardenview El (2230) 3A Needs fancoil unit needs 
installation around the 
pipes.

9/13/13 Classroom  #18 Asbestos

Gardenview El (2230) 3A Needs to have tiles 
replaced trip hazard.

10/15/13 front entry Asbestos

Gardenview El (2230) 3A WIRES from POLE to the 
BUILDING are down on 
the ground per Ms. Banks, 
Plant Mgr. 416.6780

1/24/14 Cabling

Gardenview El (2230) 3A Light is flashing on 
modeum in wire room 
shows a battery needs to 
be replaced.

(SCS Network Cabling and 
Electronics dept. does not 
support this type of 

1/24/14 Classroom #31 Cabling

Gardenview El (2230) 3A Stall door in girls restroom 
on south hall is just 
hanging about to fall - per 
ms. banks 416-6780

10/18/13 Carpentry

Gardenview El (2230) 3A Door needs to be 
replaced.

10/18/13 Restroom (Girls) northside of building Carpentry

Gardenview El (2230) 3A This window will lock but it 
will not be closed 
completly.

10/25/13 Classroom room 23 Carpentry



Gardenview El (2230) 3A water is comming in a 
window seal anytime it 
rains for a long period of 
time.

10/31/13 Classroom room 25 Carpentry

Gardenview El (2230) 3A Window will not completly 
open this is not safe 
incase of a fire it will be no 
way out.

11/1/13 Classroom #7 Carpentry

Gardenview El (2230) 3A STALL WALLS G RR 
NORTH SIDE-ARE 
ABOUT TO FALL PER 
SBE-PLANT MGR BANKS 
416-6780 KLR

11/4/13 Carpentry

Gardenview El (2230) 3A Cut are underneath the  
light fixture .

11/20/13 Hallway/Corridor northside of building Carpentry

Gardenview El (2230) 3A Door needs to be repaired 
seems like it is to loose 
and might come open if 
someone pulls hard on it.

12/11/13 Portables 161 p.e. Carpentry

Gardenview El (2230) 3A floor needs to have tiles 
replaced.

12/11/13 Carpentry

Gardenview El (2230) 3A NEEDS FLOOR REPAIR 
ON TILES BEING 
REPLACED.

12/11/13 Portables 161 Carpentry

Gardenview El (2230) 3A baseboard need replacing 
(black)

12/11/13 Hallway/Corridor northside of building Carpentry

Gardenview El (2230) 3A Baseboard needs 
replacing (black)

12/11/13 Cafeteria Carpentry



Gardenview El (2230) 3A Baseboard needs 
replacing (black)

12/11/13 Hallway/Corridor southside of building Carpentry

Gardenview El (2230) 3A Baseboard needs 
replacing(black)

12/11/13 Annex Carpentry

Gardenview El (2230) 3A per Ms. Scurlock 438-4797 
the front east entrance 
door can't be secured - 
panic bar stuck

12/23/13 Carpentry

Gardenview El (2230) 3A PANIC BAR BROKEN ON 
SOUTH ENTRANCE 
DOUBLE DOORS-PLANT 
MGR SCURLOCK 691-
4087 KLR

1/2/14 Carpentry

Gardenview El (2230) 3A Entire door closure is 
broken off and needs to be 
replaced.

1/31/14 1st Floor southeast exit doors Carpentry

Gardenview El (2230) 3A per Ms. Banks 416-6780 
the door to annex does not 
shut behind you and is a 
safety issue and also 
portable #164 (PE) door 
does not shut behind you 
either

2/18/14 Carpentry

Gardenview El (2230) 3A Door will not shut behind 
someone leaving out or 
comming in.

2/18/14 front door Carpentry

Gardenview El (2230) 3A 2 stall doors needs to be 
replaced.

3/2/14 Restroom (Boys) annex building Carpentry

Gardenview El (2230) 3A gardenview needs ceiling 
tiles replace, due to pipe in 
the ceilling had a hole in it, 
but it is fixed and needs to 
be cut different than the 
normal cut. 

7/18/13 Hallway/Corridor southhall Carpentry



Gardenview El (2230) 3A will not behind someone 
unless you some time 
have to push close.

7/18/13 Annex entry door Carpentry

Gardenview El (2230) 3A wood all around pouch is 
very weak like some could 
have an accident.

8/19/13 151 Carpentry

Gardenview El (2230) 3A Steis broken and wood 
pourch is weak .

8/19/13 164 Carpentry

Gardenview El (2230) 3A Door closure is brken. 8/19/13 Portables 151 Carpentry

Gardenview El (2230) 3A Door will not shut close 
behind someone going in 
are out.This is a safety 
issue please help me with 
this problem.

8/29/13 front entry door Carpentry

Gardenview El (2230) 3A Door to towlet needs to be 
replaced the door is here.

9/3/13 Restroom (Boys) southhall Carpentry

Gardenview El (2230) 3A Door will not shut behind 
some exiting.

9/4/13 Cafeteria back door Carpentry

Gardenview El (2230) 3A Glass on window is broken 
and need to be replaced.

9/4/13 Hallway/Corridor main entry Carpentry

Gardenview El (2230) 3A Needs porch and ramp 
replace wood is rotten.

9/4/13 portable 164 Carpentry



Gardenview El (2230) 3A This door will not close 
everytime behind 
someone.

9/4/13 Administration Area door Carpentry

Gardenview El (2230) 3A Door needs to be 
replaced.

9/11/13 Administration Area south staff restroom Carpentry

Gardenview El (2230) 3A Needs a door replaced. 9/11/13 Restroom (Girls) southside of building Carpentry

Gardenview El (2230) 3A pettion is about to fall this 
is a accident waiting to 
happen.

10/2/13 Restroom (Girls) northside of building Carpentry

Gardenview El (2230) 3A prttion is about to fall this 
will cause an accident.

10/2/13 Restroom (Boys) northside of building Carpentry

Gardenview El (2230) 3A Pettion is about to fall and 
this is not safe.

10/2/13 Restroom (Boys) southside of building Carpentry

Gardenview El (2230) 3A FRONT ENTRY DOOR, 
CAN'T SECURE
PLANT MGR-
BANKS/299.1822

5/2/14 Carpentry

Gardenview El (2230) 3A Needs to have door 
replaced on stall and door 
is here at the school.

5/20/14 Restroom (Girls) southside of builing Carpentry

Gardenview El (2230) 3A Needs to have door 
replaced on stall and door 
is here at the school.

5/20/14 Restroom (Girls) southside of building Carpentry



Gardenview El (2230) 3A In front of the door around 
the light fixture ceilling tile 
needs replacing..

4/17/14 Restroom (Boys) northside of building Carpentry

Gardenview El (2230) 3A ceilling tiles needs 
replacing and they are a 
different cut thanks,

10/16/13 Hallway/Corridor lobby area Carpentry

Gardenview El (2230) 3A ceilling tile needs replacing 
this is a different cut 
please help me with this.

10/16/13 Administration Area northside staff restroom Carpentry

Gardenview El (2230) 3A Light covers for light 
fixtures.

10/24/13 Annex annex building Electrical

Gardenview El (2230) 3A light is flickering needs 
ballast replaced.

10/28/13 Hallway/Corridor northide of building Electrical

Gardenview El (2230) 3A exit light is out 10/30/13 Annex entry door Electrical

Gardenview El (2230) 3A Please set us for daylight 
saving time thaqnks.

10/31/13 Electrical

Gardenview El (2230) 3A ballast needs replacing. 11/4/13 Hallway/Corridor southside of building Electrical

Gardenview El (2230) 3A FCU IS MAKING NOISE 
IN RM-3.
PLANT MGR-
BANKS/416.1030

11/4/13 Electrical



Gardenview El (2230) 3A lights are out around the 
portables  and this is a 
safety issue please help 
me with this.

11/7/13 Parking Lot back of the building Electrical

Gardenview El (2230) 3A This room needs a ballast 
replaced.

11/21/13 Classroom #7 Electrical

Gardenview El (2230) 3A Room needs ballast 
replaced.

11/21/13 Classroom #34 Electrical

Gardenview El (2230) 3A Needs a ballast replaced. 11/25/13 Administration Area principal office Electrical

Gardenview El (2230) 3A ballast needs to replaced. 11/25/13 Administration Area parent center Electrical

Gardenview El (2230) 3A This is a second ballast 
needs replacing in this 
room and it is in the area 
the teacher has to set and 
read to the class.

12/12/13 Classroom 34 pre-k Electrical

Gardenview El (2230) 3A  2 lens for light fixture in 
kitchen needs replacing

1/6/14 Electrical

Gardenview El (2230) 3A per Ms. Banks 416-6780 
room 20 heat not coming 
on at all

1/9/14 Electrical

Gardenview El (2230) 3A 2 light fixture are out and 
need ballast replaced.

1/13/14 Classroom #17 Electrical



Gardenview El (2230) 3A  2 exit light needs 
replacing. 

1/13/14 southside of building Electrical

Gardenview El (2230) 3A emergecy light needs 
repair it will not come on.

1/13/14 Restroom (Boys) northside of building Electrical

Gardenview El (2230) 3A emergecy light is not 
comming on.

1/13/14 Administration Area main office Electrical

Gardenview El (2230) 3A emergecy light is not 
comming on.

1/13/14 Hallway/Corridor northside of building Electrical

Gardenview El (2230) 3A Needs a ballast replaced. 1/22/14 #23 Electrical

Gardenview El (2230) 3A Ballaster needs to be 
replaced.

1/23/14 #23 Electrical

Gardenview El (2230) 3A Ballast needs to be 
replace.

1/24/14 Restroom (Girls) northside of building Electrical

Gardenview El (2230) 3A Ballast needs replacing. 1/24/14 Restroom (Girls) southside of building Electrical

Gardenview El (2230) 3A Need to have  ballast 
replaced.

1/27/14 Restroom (Boys) northside of building Electrical



Gardenview El (2230) 3A Need ballast replaced> 1/29/14 #14 northside of building Electrical

Gardenview El (2230) 3A Ballast needs to be 
replaced.

1/29/14 Restroom (Boys) annex building Electrical

Gardenview El (2230) 3A Ballast needs to be 
replaced.

1/30/14 Classroom #15 Electrical

Gardenview El (2230) 3A Gardenview is having a 
problem with light covers 
being taken off and once 
you take it off and replace 
a bulb  you can not get the 
cover to fit back on and if it 
go's on it will soon fall 
back down but safety 

2/4/14 Electrical

Gardenview El (2230) 3A Lens needs replace 2/7/14 Library office Electrical

Gardenview El (2230) 3A Ballast needs replacing> 2/13/14 Classroom #18 northside of building Electrical

Gardenview El (2230) 3A Light  fixture cover needs 
to be  repair they are 
falling off light fixture and 
this is not safe. 

2/14/14 Classroom Annex building Electrical

Gardenview El (2230) 3A Needs 100w  bulbs to put 
in boilerroom that i can 
place on the end pole to 
place the bulb in not the Hi-
Pro spiral this will not fit on 
the end of pole they will 
break i have all ready tried 
those thanks

2/18/14 Mechanical Room boiler room Electrical

Gardenview El (2230) 3A  3 Light fixtures are out in 
cafeteria please help us 
with this issue thanks.

2/20/14 cafeteria Electrical



Gardenview El (2230) 3A Needs to have lights 
replaced over the top of 
the boiler can't reach to 
high.

2/20/14 Mechanical Room boilerroom Electrical

Gardenview El (2230) 3A 2 entire light fixtures are 
out.

2/24/14 Administration Area main office Electrical

Gardenview El (2230) 3A not working unit ventilator  
026-093

7/15/13 Cafeteria unit ventilator south wall Electrical

Gardenview El (2230) 3A water cooler will not work 
026-202

7/15/13 1st Floor cafteria Electrical

Gardenview El (2230) 3A four lights are out and this 
is 12 feet high,and no bulb 
are at gardenview.

7/23/13 Cafeteria across from main office Electrical

Gardenview El (2230) 3A garbage disposal not 
coming on .
PLANT MGR-
BANKS/416.3068

7/29/13 Electrical

Gardenview El (2230) 3A Needs a reciptical cover 
an accident waiting to 
happen.

7/30/13 #13 Electrical

Gardenview El (2230) 3A This room has a loud 
buzzing sound comming 
form the electrical 
computer outlet.

7/31/13 Classroom room 3 Electrical

Gardenview El (2230) 3A BELLS ARE 
CONSTANTLY RINGING 
THRU OUT BLDG-CAN'T 
CUT OFF-CALLED IN BY 
PRINCIPAL ANDERSON 
416-3068 KLR

7/31/13 Electrical



Gardenview El (2230) 3A Please set bells at 
Gardenview they are on a 
different time this year.

8/7/13 Electrical

Gardenview El (2230) 3A BELLS ARE 
CONSTANTLY RINGING - 
PM/BANKS 416-6780

8/8/13 Electrical

Gardenview El (2230) 3A Ballast needs to be 
replaced.

8/13/13 Classroom room 13 Electrical

Gardenview El (2230) 3A Gardenview needs 
compact flouresent bulbs.

8/13/13 outside of building Electrical

Gardenview El (2230) 3A Ballast needs to be 
replaced in office.

8/20/13 Main office Electrical

Gardenview El (2230) 3A Bells are just ringing for no 
reason at all and it 
annoying to students and 
staff.

8/20/13 entire building Electrical

Gardenview El (2230) 3A Gardenview needs to have 
compact flouresent light 
bulbs for main lobby.

8/21/13 lobby Electrical

Gardenview El (2230) 3A Need to have 5 damaged 
light fixures replaced ,this 
is a safety issue no light 
are in this area for the 
cafeteria staff to see going 
in the kitchen.

8/21/13 outside Electrical

Gardenview El (2230) 3A 3 ballast needs to be 
replaced.

9/3/13 Classroom 6 Electrical



Gardenview El (2230) 3A Needs a ballast replaced 
and bulb is broken in light 
fixture one end i can not 
get out.

9/3/13 Hallway/Corridor south hall Electrical

Gardenview El (2230) 3A Ballast needs to be 
replaced.

9/3/13 Administration Area 12 Electrical

Gardenview El (2230) 3A ballast are out needs 
replacing.

9/3/13 Classroom 18 Electrical

Gardenview El (2230) 3A Restroom light fixure 
replace.

9/10/13 Kitchen restroom Electrical

Gardenview El (2230) 3A Door bell doesn't work on 
the back of cafeteria.

9/10/13 Kitchen Electrical

Gardenview El (2230) 3A Needs a ballast replaced. 9/10/13 Classroom #15 Electrical

Gardenview El (2230) 3A ballast needs replaced. 9/10/13 Classroom #17 Electrical

Gardenview El (2230) 3A Needs a bucket truck 
wallpack light.

9/10/13 Parking Lot outside lights Electrical

Gardenview El (2230) 3A ballast need to be 
replaced .

10/7/13 Classroom 2 Electrical



Gardenview El (2230) 3A ballast needs to be 
replaced.

10/7/13 Classroom 7 Electrical

Gardenview El (2230) 3A ballast need replaced. 10/8/13 Classroom 6 Electrical

Gardenview El (2230) 3A Gardenview have 5 wall 
pack lights that are not 
comming on and the other 
lights will not cut off 
around the out side of the 
building.

4/21/14 Electrical

Gardenview El (2230) 3A ballast needs replacing 
and lights are burned out 
this 12 feet.

4/22/14 Cafeteria Electrical

Gardenview El (2230) 3A Needs a ballast replaced. 4/24/14 Hallway/Corridor annex building Electrical

Gardenview El (2230) 3A north side of building 
needs exhaust fan needs 
repair it is not working.

4/30/14 Administration Area staff restroom Electrical

Gardenview El (2230) 3A Exhaust fan needs 
replacing.

4/30/14 Administration Area southside of building Electrical

Gardenview El (2230) 3A Southside of building need 
exhaust fan needs repair.

4/30/14 Administration Area teacher lounge Electrical

Gardenview El (2230) 3A Exhaust fan is not working. 4/30/14 Restroom (Boys) northside of building Electrical



Gardenview El (2230) 3A Exhaust fan is not working. 4/30/14 Restroom (Girls) northside of building Electrical

Gardenview El (2230) 3A Exhaust fan is not working. 4/30/14 Restroom (Girls) southside of building Electrical

Gardenview El (2230) 3A Exhaust fan is not working. 4/30/14 Restroom (Boys) southside of building Electrical

Gardenview El (2230) 3A A/C MAIN OFC AREA-
NOT COMING ON-PLANT 
MGR BANKS KLR

5/12/14 Electrical

Gardenview El (2230) 3A A/C UNIT is NOT 
COMING ON in MAIN 
OFFICE (Principal's) per 
Mary Banks, Plant Mgr. 
416.6780

5/15/14 Electrical

Gardenview El (2230) 3A PUSH STATION IS IN 
TROUBLE IN RM-27. 
PLANT MGR- 
BANKS/416.1030

5/29/14 Electrical

Gardenview El (2230) 3A wires need to be cover. 4/15/14 Gym outside the back of band 
room hall

Electrical

Gardenview El (2230) 3A Ballast needs replacing. 4/17/14 Restroom (Boys) northside of building Electrical

Gardenview El (2230) 3A ballast need to be 
replaced.

10/8/13 Classroom 9 Electrical



Gardenview El (2230) 3A lights needs ballasters 
replaced.

4/9/14 Mechanical Room boiler room Electrical

Gardenview El (2230) 3A Needs to have 2  ballaster 
replaced.

4/11/14 room 7 Electrical

Gardenview El (2230) 3A BALLASTS MAIN OFC-
ALL HAVE GONE 
EXCEPT ONE PER SBE-
PLANT MGR BANKS 416-
6781 KLR

4/15/14 Electrical

Gardenview El (2230) 3A Four wallpacks lights 
needs to be replace they 
wiil not come on.

4/15/14 Electrical

Gardenview El (2230) 3A POWER OUTAGE 
throughout the ENTIRE 
BUILDING per Ms. Bank, 
Plant Mgr. 416.6780

6/23/14 Electrical

Gardenview El (2230) 3A Emergency lights needs 
repair they will not come 
on.

6/23/14 Cafeteria Electrical

Gardenview El (2230) 3A password 10/8/13 Classroom 9 Electrical

Gardenview El (2230) 3A Monthly - Filter-
Gardenview Elem - Refer 
to PM schedule details.

4/21/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A air handler belt is broken 
in library per Ms. Banks 
416-6780

10/18/13 Heating/Ventilation /Air 
Conditioning



Gardenview El (2230) 3A A/C KITCHEN AREA-NOT 
COOLING-PLANT MGR 
BANKS 416-6780 KLR

10/23/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A BOILER is DOWN per Ms. 
Banks, Plant Mgr. 
416.6780

11/4/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A BOILER ANNEX BLDG-
NOT COMING ON-PLANT 
MGR BANKS 416-6780 
KLR

11/6/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A BOILER IS IN ALARM.
PLANT MGR-
BANKS/416.3068

11/7/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A BOLIER IS IN ALARM.
PLANT MGR-
BANKS/299.1822

11/8/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A UNIT NOT HEATING IN 
MAIN OFFICE.
PLANT MGR-
BANKS/416.1030

11/20/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A BOILER MAIN BLDG 
MECH RM IN ALARM-
PLANT MGR BANKS 416-
3068 KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A Monthly - Filter-
Gardenview Elem - Refer 
to PM schedule details.

12/23/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A per Ms. Banks 416-6780 
boiler is in alarm

1/7/14 Heating/Ventilation /Air 
Conditioning



Gardenview El (2230) 3A per Ms. Banks 416-6780 
room 18 is blowing cold air

1/8/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A per Ms. Banks 416-6780 
room 3 is making loud 
noise and room is very 
cold

1/8/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A per Ms. Banks 416-6780 
room 6 blowing cold and 
loud noise

1/9/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A HEAT RM 8-NOT 
HEATING-PLANT MGR 
BANKS 416-6780 KLR

1/9/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A BOILER MAIN BLDG 
MECH RM-MAKING 
NOISES-PLANT MGR 
BANKS 416-3068 KLR

1/23/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A BOILER MAIN BLDG-IS 
IN ALARM-PLANT MGR 
BANKS 416-6780 KLR

1/27/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A per ms banks 416-6780 
rooms 17 blowing cold and 
rooms 26 in annex cold

1/28/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A UNIT NOT HEATING IN 
MAIN OFFICE
PLANT MGR-
BANKS/416.1030

2/3/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A BOILER MAIN BLDG-IS 
IN ALARM-PLANT MGR 
BANKS 416-3068 KLR

2/6/14 Heating/Ventilation /Air 
Conditioning



Gardenview El (2230) 3A FAN COIL UNIT in ROOM 
17 is NOT HEATING per 
Ms. McFarland, Plant Mgr. 
416.6049

2/7/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A UNIT NOT HEATING IN 
RM-19.
PLANT MGR-
BANKS/416.3068

2/10/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A HEAT RM 27 ANNEX 
BLDG-NOT HEATING-
PLANT MGR BANKS 416-
6780 KLR

2/10/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A per ms banks 416-6780 
room 34 in annex is 
blowing cold

2/10/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A BOILER IS IN ALARM
PLANT MGR-
BANKS/416.3068

2/21/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A HEAT RM 18-NOT 
HEATING-PLANT MGR 
BANKS 416-3068 KLR

2/21/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A BOILER NOT COMING 
ON 
PLANT MGR-
BANKS/299.1822

3/10/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A Boiler not coming on. 3/17/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A Monthly - Air Compressor - 
Gardenview Elem - Refer 
to PM schedule details.

3/29/14 Heating/Ventilation /Air 
Conditioning



Gardenview El (2230) 3A A/C unit leaking in Rm #18 
per Mr. Henry Milburn at 
901.416.3068

7/10/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A repair chiller 7/15/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A hallway unit ventilator 
need  out cleaning 

7/15/13 1st Floor hallway Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A Chiller is down in main 
building - entire main is hot
(includes principal's office)
per Ms. Banks 416-6780

7/23/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A PORTABLE#164 IS NOT 
COOLING. SBE BANKS 
416-6780

7/26/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A (2) FCU'S 1ST FLR HALL 
AT CAFE-BOTH NOT 
COOLING-SBE BANKS 
416-6780 KLR

8/9/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A repair kitchen unit above 
ceiling 

8/15/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A Monthly - Filter-
Gardenview Elem - Refer 
to PM schedule details.

8/26/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A 3-FCU NOT COOLING IN 
RM-28 ANNEX, & RM-
14,3 MAIN BLDG
PLANT MGR-
BANKS/416.1030

9/3/13 Heating/Ventilation /Air 
Conditioning



Gardenview El (2230) 3A Monthly - Air Compressor - 
Gardenview Elem - Refer 
to PM schedule details.

9/28/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A room 13 not cooling 10/3/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A FAN COIL UNIT is 
HUMMING in ROOM 26 
per Ms. Banks, Plant Mgr. 
416.6780

4/21/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A NO AIR IN BLDG AT ALL-
SBE NOT THERE, 
DOESN'T KNOW IF THE 
CHILLER IS RUNNING 
OR NOT-PLANT MGR 
BANKS 416-3092 KLR

5/13/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A CHILLER - FOR PRIN 
OFC BLOWING NOT 
COOLING - PM/BANKS 
416-6780

6/3/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A CHILLER NOT COMING 
ON IN ANNEX BLDG.
PLANT MGR-
BANKS/416.3068

6/3/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A A/C MAIN OFC-COMES 
ON, MAKES A CLICKING 
SOUND, NOT COOLING-
PLANT MGR BANKS 416-
6781 KLR

4/14/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A CHILLER ANNEX BLDG-
NOT COMING ON-PLANT 
MGR BANKS 416-3068 
KLR

4/14/14 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A Monthly - Oil Lube & Belt-
Grandenview Elem - Refer 
to PM schedule details.

3/30/14 Heating/Ventilation /Air 
Conditioning



Gardenview El (2230) 3A Monthly - Oil Lube & Belt-
Grandenview Elem - Refer 
to PM schedule details.

9/1/13 Heating/Ventilation /Air 
Conditioning

Gardenview El (2230) 3A Needs painting very bad. 4/1/14 Restroom (Girls) northside of building Painting

Gardenview El (2230) 3A Needs painting very bad. 4/1/14 Restroom (Boys) northside of building Painting

Gardenview El (2230) 3A per principal Anderson 
would like to have her 
parking area in the back of 
school so it will need to be 
striped and identified as 
principal parking area 
thanks.

6/18/14 Parking Lot back of building Painting

Gardenview El (2230) 3A Girl's Restroom (North 
side of Building) Hand 
washing sink is LEAKING 
on the floor per Ms. Bank, 
Plant Mgr. 416.6780

10/22/13 Plumbing

Gardenview El (2230) 3A A/C RM 8-LEAKING-
PLANT MGR BANKS 416-
6780 KLR

10/22/13 Plumbing

Gardenview El (2230) 3A Water is being on the floor 
all day it looks like it is 
from the area of the pipe 
going in to the wall from 
towlet.

11/20/13 Restroom (Girls) northside of building Plumbing

Gardenview El (2230) 3A 2 towlets not flushing 
down properly and i have  
did everything i can do and 
i can not fix it.

1/10/14 Annex annex boys restroom Plumbing

Gardenview El (2230) 3A handwashing sink is 
dripping water on the floor 
constantly and i can not 
contain the water this is 
comming from around the 
pipe that joins the faucet 
handle.

1/10/14 Plumbing



Gardenview El (2230) 3A water is leaking in boys 
restroom main building.

3/27/14 Restroom (Boys) southside of building Plumbing

Gardenview El (2230) 3A Water is dripping very bad. 3/28/14 Restroom (Boys) southside of building Plumbing

Gardenview El (2230) 3A Both side of hand sink is 
dripping very bad.

3/28/14 Annex Water is dripping very bad 
at hand sink

Plumbing

Gardenview El (2230) 3A hand sink is drippin bad. 3/28/14 Restroom (Girls) southisde of building Plumbing

Gardenview El (2230) 3A FCU IN ANNEX BLDG RM 
126 IS LEAKING. SBE 
BANKS 416-6780

7/1/13 Plumbing

Gardenview El (2230) 3A water cooler not working 
026-184, 261-185 need 
handler replacement

7/15/13 1st Floor 1st hallway Plumbing

Gardenview El (2230) 3A STOVE PILOT NEEDS TO 
BE LIT.
PLANT MGR-
BANKS/416.3068

7/29/13 Plumbing

Gardenview El (2230) 3A towlet gets stuck and will 
not stop flushing.

8/6/13 Restroom (Boys) southside of building Plumbing

Gardenview El (2230) 3A WATER BACKING UP 
THRU SEWER DRAIN 
OUTSIDE IN 
COURTYARD-SBE 
BANKS 416-6780 KLR

8/8/13 Plumbing



Gardenview El (2230) 3A Unstop Main Sewer 8/12/13 Plumbing

Gardenview El (2230) 3A urinal will not stop running 
water is splashing on the 
floor accident waiting to 
happen.

9/3/13 Restroom (Boys) southside Plumbing

Gardenview El (2230) 3A Towlet hard to flush and 
sometimes will not flush.

9/11/13 Restroom (Boys) southhall Plumbing

Gardenview El (2230) 3A Will not flush. 9/11/13 Restroom (Boys) annex third towlet Plumbing

Gardenview El (2230) 3A Towlet will not flush. 9/11/13 Restroom (Girls) annex Plumbing

Gardenview El (2230) 3A FCU IS LEAKING WATER 
IN RM-18
PLANT MGR-
BANKS/416.3068

9/13/13 Plumbing

Gardenview El (2230) 3A Hot Water Tank is Leaking 
in the Annex Boiler Room 
per Mr. Watkins, Plant Mgr. 
867.1009

9/25/13 Plumbing

Gardenview El (2230) 3A water is leaking from 
heater unit and keeping 
the floor wet and this will 
cause an  accident.

10/2/13 Restroom (Girls) soouthside of building Plumbing

Gardenview El (2230) 3A room 29 a/c unit leaking 
water per Mary Banks 416-
6780

10/7/13 Plumbing



Gardenview El (2230) 3A Water cool is leaking very 
bad.

5/1/14 Cafetorium Plumbing

Gardenview El (2230) 3A water is leaking from urnial 
and it never stop running.

5/1/14 Restroom (Boys) northside of building Plumbing

Gardenview El (2230) 3A COMMODE STAFF RR 
SOUTH END-BROKEN 
AND WATER RUNNING 
OUT-PLANT MGR BANKS 
416-6780 KLR

5/6/14 Plumbing

Gardenview El (2230) 3A URNIAL B RR ANNEX-
CONSTANTLY FLUSHING 
AND LEAKING WATER 
OUT PER SBE-PLANT 
MGR BANKS 416-3068 
KLR

5/9/14 Plumbing

Gardenview El (2230) 3A toilet is broken at bottom 
around the floor base 
,please help me with this 
because a student can 
possible get cut.

5/14/14 Restroom (Boys) southside of building Plumbing

Gardenview El (2230) 3A Hand sink is dripping 
water and I can't stop the 
drip.

5/14/14 Administration Area north  staff restroom Plumbing

Gardenview El (2230) 3A Cut off vale is stripped out 
and will not cut the water 
off.

4/16/14 Restroom (Boys) southside of building Plumbing

Gardenview El (2230) 3A FLOOR DRAIN BACKING 
UP IN KITCHEN AREA-
PLANT MGR BANKS 416-
6780 KLR

10/14/13 Plumbing

Gardenview El (2230) 3A per Ms. Banks 416-6780 
Fan coil unit in room 29 is 
leaking

10/17/13 Plumbing



Gardenview El (2230) 3A SINK B RR NORTH SIDE 
OF BLDG-LEAKING 
FROM CUT-OFF, CAN'T 
CONTAIN OR CUT OFF-
PLANT MGR BANKS 416-
6780 KLR

4/3/14 Plumbing

Gardenview El (2230) 3A leaking roof this is the 
second request the firt was 
direstly after having a new 
roof on it is a biger 
problem.

1/13/14 Administration Area saff restroom on southside 
of building

Roof

Gardenview El (2230) 3A water pouring from the 
ceiling all cover the room

3/6/14 2nd Floor 215 Roof

Gardenview El (2230) 3A leaking from the ceiling 3/6/14 2nd Floor library Roof

Gardenview El (2230) 3A leaking from the ceiling 
water all over the principal 
desk

3/6/14 Administration Area Ast. principal office Roof

Gardenview El (2230) 3A leaks everytime it rain it 
rains in the building from 
fancoil unit 

7/18/13 Annex hallway Roof

Gardenview El (2230) 3A A bad leak in this staff 
restroom.

4/28/14 Administration Area south staff restroom Roof

Gardenview El (2230) 3A Hatch will not lock it is 
broken.Please disregard 
workorder#429653 this the 
correction thanks!

4/15/14 Mechanical Room southside of building Sheet Metal

Gardenview El (2230) 3A Fancoil unit has a hole that 
needs replacing and rust is 
always fall.

10/17/13 Classroom 29 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Geeter Middle (2240) 3A 12 2 33 52 25 6 48 8 1 187
Grand Total 12 2 33 52 25 6 48 8 1 187



Location Request Description Submittal Date Area Description Area Number Craft
Geeter Middle (2240) 3A The carpet are a trip 

HAZARD will need to be 
replace with title 
THANKS.Has title at the 
site.

6/5/14 Administration Area AUDITORIUM Asbestos

Geeter Middle (2240) 3A Insulate Sweating Valves 
on Hydronic Piping.

6/5/14 Asbestos

Geeter Middle (2240) 3A Floor tile has buckled in 
cafeteria entrance will 
need replace.

6/10/14 Cafeteria ENTRANCE FLOOR Asbestos

Geeter Middle (2240) 3A Pipe will need insualtion in 
front entrance of cafeteria. 
THANKS

6/11/14 Cafeteria cafeteria entrance Asbestos

Geeter Middle (2240) 3A Has a hole in the south 
wall in the classroom 
THANKS.

5/29/14 Classroom S106 Asbestos

Geeter Middle (2240) 3A Title has came up will 
need to be repair SAFETY 
HAZARD THANKS.

8/5/13 Classroom rm. N118 Asbestos

Geeter Middle (2240) 3A Floor title has buckle and 
pop-up from floor need 
replacing SAFETY 
HAZARD.

12/4/13 Classroom rm.N118 Asbestos

Geeter Middle (2240) 3A re-insulate pipes outside 
rm. n118

12/9/13 Hallway/Corridor Rm. N118 Asbestos



Geeter Middle (2240) 3A Title has broken up from 
water leak will need 
replace THANKS

12/18/13 Classroom s107 Asbestos

Geeter Middle (2240) 3A For gym floor to be refinish 
THANKS

10/9/13 Gym west end Asbestos

Geeter Middle (2240) 3A Has carpet that are 
coming up from the floor 
students has trip-up 
SAFETY HAZARD 
THANKS

10/28/13 Auditorium south end Asbestos

Geeter Middle (2240) 3A Title has broken up in 
center of classroom TRIP 
HAZARD THANKS.

10/30/13 Classroom S106 Asbestos

Geeter Middle (2240) 3A Has defective drops in 
rm.S105 station 3,6 and 2 
THANKS (Request 
Network Cabling 
Maintenance Repair).

8/22/13 Classroom south/rm.S105 Cabling

Geeter Middle (2240) 3A We are asking for 25 
drops to be install in our 
library THANKS

2/24/14 Library north,south wall Cabling

Geeter Middle (2240) 3A Door on the south 
,west,east and north are 
not very srcure .THANKS 
will need ajusting.East 
door cyl are not stable turn 
when open. SAFETY 
HAZARD

6/6/14 Gym doors entrance Carpentry

Geeter Middle (2240) 3A Concession stand door will 
not close will need ajusting 
THANKS.

6/10/14 Concession Stand door front enterance Carpentry

Geeter Middle (2240) 3A Doors on the rest rooms in 
front entrance will not shut 
. THANKS

6/10/14 Gym girls and boysroom Carpentry



Geeter Middle (2240) 3A Door hinges broken will 
not shut THANKS

5/29/14 Custodial Closet 2nd floor Carpentry

Geeter Middle (2240) 3A Doors will not shut 
THANKS.

5/29/14 Classroom S108,S102 Carpentry

Geeter Middle (2240) 3A Doors will not shut very 
hard to close THANKS

5/29/14 Classroom E102,E210,E202 Carpentry

Geeter Middle (2240) 3A Will need tissue holders in 
the restrooms their are no 
tissue  holders in the girls 
restroom. THANKS 

7/30/13 Restroom (Boys) 2nd/floor Carpentry

Geeter Middle (2240) 3A Their are no tissue holders 
in the restroom on our 
north and south hallways 
need replace THANKS

7/30/13 Restroom (Boys) north,south hallways Carpentry

Geeter Middle (2240) 3A ENTRANCE DOOR 
NORTH HALL-GLASS 
HAS BEEN KICKED OUT-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
McFARLANE 416-8761 
KLR

12/5/13 Carpentry

Geeter Middle (2240) 3A Roon B102 has broken 
door glass will need to be 
replace . THANKS

12/12/13 Classroom Band rm.B102 Carpentry

Geeter Middle (2240) 3A Broken door glass in art 
room no.B102 THANKS

12/17/13 Classroom Art rm.B102 Carpentry

Geeter Middle (2240) 3A Has broken bleachers 
needs repair SAFETY 
HAZARD THANKS.

5/2/14 Gym east and west side Carpentry



Geeter Middle (2240) 3A Has a stall door broken 
from hinges THANKS

5/8/14 Restroom (Girls) north hall Carpentry

Geeter Middle (2240) 3A Stall door broken from 
hinges THANKS

5/8/14 Gym GIRLS RESTROOMtall Carpentry

Geeter Middle (2240) 3A Has broken chairs need 
repair  THANKS SAFETY 
HAZARD. has chair parts.`

5/19/14 Auditorium 1st floor Carpentry

Geeter Middle (2240) 3A Will need three bundles of 
acoustical material ceiling 
title 24x48x5/8 THANKS

5/19/14 Classroom hall/ways Carpentry

Geeter Middle (2240) 3A Will need three boxes of 
F32T8/ADV841/XLL light 
bliubs THANKS.

5/19/14 Classroom HALL/WAYS Carpentry

Geeter Middle (2240) 3A We can'not hang ourflag 
because of hooks are 
broken. THANKS.

8/14/13 Grounds front parking lot Carpentry

Geeter Middle (2240) 3A Need tissiue holders in 
girls locker room.THANKS

8/26/13 Gym GIRLS LOCKER RM. Carpentry

Geeter Middle (2240) 3A Doors at south entrance 
has problem with pumps. 
THANKS

9/12/13 1st Floor south entrance Carpentry

Geeter Middle (2240) 3A Will need a white board for 
the art room 4x8 on the 
south wall. THANKS 

9/18/13 Classroom B102 Carpentry



Geeter Middle (2240) 3A Has a window lock are 
broken will need replace 
THANKS SAFETY 
HAZARD

10/8/13 Classroom east/rmE103 Carpentry

Geeter Middle (2240) 3A Back exit door are very 
unstable will not lock good. 
THANKS SAFETY 
HAZARD.

10/30/13 Gym boys locker rm. Carpentry

Geeter Middle (2240) 3A Has a broken meta broken 
from cage SAFETY  
HAZARD THANKS.

11/4/13 Administration Area musice room Carpentry

Geeter Middle (2240) 3A Their are a door with pipes 
in the restroom that will not 
lock SAFETY HAZARD 
THANKS

11/8/13 Restroom (Boys) east/2nd floor Carpentry

Geeter Middle (2240) 3A ENTRANCE DOOR N 
HALL EAST SIDE OF 
BLDG-NOT LOCKING-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
McFARLAND 416-1880 
KLR

11/15/13 Carpentry

Geeter Middle (2240) 3A Hinge screw has broken 
into metal fram SAFETY 
HAZARD THANKS.

2/26/14 Classroom N115 Carpentry

Geeter Middle (2240) 3A Door to boys locker room 
will need door handle 
SAFETY HAZARD 
THANKS

3/18/14 Gym boys locker Carpentry

Geeter Middle (2240) 3A Has a hole in wall on the 
south end at the back exit 
door THANKS

3/20/14 Gym Boys locker room Carpentry

Geeter Middle (2240) 3A Door pump leaks oil on to 
floor SAFETY HAZARD, 
Also will need door stop 
place into floor. THANKS

4/7/14 Classroom rm.E201 Carpentry



Geeter Middle (2240) 3A Has main  entrance door 
will not close when enter 
THANKS SAFETY 
HAZARD.

4/10/14 1st Floor front entrance Carpentry

Geeter Middle (2240) 3A Their no out side door  
handles to enter on the 
front of the gym. THANKS

1/29/14 Gym south side Carpentry

Geeter Middle (2240) 3A Will need light bulbs for 
Geeter and Manor Lake 
bulbs 
no.philips147348001,9278
52284201, raip fire.

1/31/14 Classroom hallway Carpentry

Geeter Middle (2240) 3A A/C RM S104 NOT 
COMING ON-PLANT 
MGR McFARLANE 416-
8157 KLR

6/6/14 Electrical

Geeter Middle (2240) 3A Blubs has been change 
need ballast THANKS

6/9/14 Hallway/Corridor south hall Electrical

Geeter Middle (2240) 3A Bulbs has been change 
will need ballast THANKS

6/10/14 Classroom E208,E205 Electrical

Geeter Middle (2240) 3A Bulbs has been change 
will need ballast THANKS.

6/19/14 Restroom (Boys) 2nd floor Electrical

Geeter Middle (2240) 3A Bulbs has been change 
will need ballast THANKS 
RMS. 210,203.

6/19/14 Classroom 2nd floor Electrical

Geeter Middle (2240) 3A Bulbs has been change 
will need ballast THANKS.

6/23/14 Hallway/Corridor east hallway 1st floor Electrical



Geeter Middle (2240) 3A FIRE ALARM SYSTEM-
GOING OFF, CAN'T TURN 
OFF-PLANT MGR 
SLAUGTHER KLR

6/27/14 Electrical

Geeter Middle (2240) 3A Bulbs has been change 
will need ballast THANKS

5/22/14 Classroom S108 Electrical

Geeter Middle (2240) 3A CEILING LIGHT has come 
LOOSE and WIRES are 
SPARKING in the 
CAFETERIA per Mr. 
McFarland, Plant Mgr. 
416.6685

5/23/14 Electrical

Geeter Middle (2240) 3A Blubs has been change 
will need ballast THANKS.

5/28/14 Classroom rm.S108 closet Electrical

Geeter Middle (2240) 3A Out side light are out very 
dark SAFETY HAZARD 
THANKS at the dock area.

5/28/14 Grounds back dock Electrical

Geeter Middle (2240) 3A Need clock set for new 
time at the  school 
THANKS

7/24/13 Administration Area main office Electrical

Geeter Middle (2240) 3A Bulbs has been change 
will need ballast THANKS 

8/5/13 Classroom RM.B102 Electrical

Geeter Middle (2240) 3A Their are out side light at 
the east side of the gym 
,also on the west end of 
the south building lights 
are out SAFETY HAZARD 
THANKS.

8/8/13 Gym east /entaance Electrical

Geeter Middle (2240) 3A At the beging of the south 
hallway a receptacle are 
broken will need repair 
THANKS.

8/9/13 Hallway/Corridor 1st floor Electrical



Geeter Middle (2240) 3A Has a receptal not working 
need replace THANKS on 
the south wall.

12/15/13 Administration Area E108 Electrical

Geeter Middle (2240) 3A RECEPTACLE IS 
SHOOTING OUT FIRE IN 
RM--105 & NO POWER 
THRU ENTIRE EAST 
HALL 1ST FLR

1/13/14 Electrical

Geeter Middle (2240) 3A Has broken lens on west 
side of building THANKS.

4/22/14 Grounds west end Electrical

Geeter Middle (2240) 3A LIGHT SWITCH is 
SPARKING FIRE in 
ROOM E105 per Mr. 
McFarland, Plant Mgr. 
416.7070

4/23/14 Electrical

Geeter Middle (2240) 3A Bulbs has been change 
will need ballast THANKS.

4/23/14 Hallway/Corridor north hall Electrical

Geeter Middle (2240) 3A Has old disposer to be 
remove and replace with a 
new disposer THANKS.

4/30/14 Cafeteria kitchen Electrical

Geeter Middle (2240) 3A need lens replace in 
cefeteria ceiling

5/13/14 Cafeteria east,west ceiling Electrical

Geeter Middle (2240) 3A The outside light are not 
working very dark on the 
south when walking to the 
B- Building. SAFETY 
HAZARD THANKS.

8/13/13 Annex band/music builning Electrical

Geeter Middle (2240) 3A FIRE ALARM SYSTEM-
SHOWING TROUBLE-
SBE McFARLAND 416-
8157 KLR

8/14/13 Electrical



Geeter Middle (2240) 3A FIRE ALARM IS 
SHOWING TROUBLE
PLANT MGR-
MCFARLAND/416.1810

8/23/13 Electrical

Geeter Middle (2240) 3A Has a receptacle very lose 
at the water fountain in 
front entrance. THANKS 

8/26/13 Annex music/building Electrical

Geeter Middle (2240) 3A Will need a electrical box 
cover on the west wall 
THANKS SAFETY 
HAZARD.

8/26/13 Gym west wall Electrical

Geeter Middle (2240) 3A Has a broken light switch 
on the south wall THANKS

9/11/13 Classroom S104 rm.no. Electrical

Geeter Middle (2240) 3A Bulbs has been change 
need light very bad 
THANKS

9/12/13 Classroom rm. E-201 Electrical

Geeter Middle (2240) 3A Bulbs has been change 
will need ballast THANKS.

10/9/13 Classroom rm.N103 Electrical

Geeter Middle (2240) 3A Has several lights out will 
need replace. THANKS

10/15/13 Auditorium west/east Electrical

Geeter Middle (2240) 3A Bulbs has been change 
need ballast THANKS

10/17/13 Classroom N111 rm. Electrical

Geeter Middle (2240) 3A Light not working bulbs 
has been change need 
ballast thanks

11/8/13 2nd Floor EAST HALL Electrical



Geeter Middle (2240) 3A Need lights in boys and 
girls restrooms very dark 
THANKS.

11/22/13 Gym FRONT LOBBY Electrical

Geeter Middle (2240) 3A Bulbs has been replace 
will need balaster for 
classroom and closet 
THANKS.

2/10/14 Classroom S105 Electrical

Geeter Middle (2240) 3A Bulbs has been change 
will need ballast THANKS

2/10/14 Mechanical Room E112 custodial Electrical

Geeter Middle (2240) 3A REMOVE/RELOCATE 
RECEPTACLES IN 
CEILING TO MONITOR 
SCREENS IN (3) 
LOCATIONS-
REQUESTED BY B 
SHIPP KLR

2/13/14 Electrical

Geeter Middle (2240) 3A Locate the neutrals wiring 
for FCUs in rooms E206 & 
E210 in the east hall. 

3/18/14 Electrical

Geeter Middle (2240) 3A BREAKER BOX IS 
TRIPPING & BURNING 
SMELL IN KITCHEN
PLANT MGR-
MCFARLAND/268.5012

3/18/14 Electrical

Geeter Middle (2240) 3A Will need light covers in 
entrance to girls and boys 
locker room. THANKS

3/18/14 Gym entrance to locfrooms Electrical

Geeter Middle (2240) 3A Blubs has been change 
will need ballast THANKS.

3/18/14 Classroom E106,N111,N111,N106 Electrical

Geeter Middle (2240) 3A Will need ligth  swith in 
boys storage room 
THANKS

3/20/14 Gym exit to boys locker rm. Electrical



Geeter Middle (2240) 3A Will need receptacle cover 
on east wall of the stage 
THANKS.

3/20/14 Gym stage east wall Electrical

Geeter Middle (2240) 3A Has many  lights out in 
cafeteria very dark 
SAFETY HAZARD 
THANKS.

4/7/14 Cafeteria in cafeteria Electrical

Geeter Middle (2240) 3A We have clock on the 
north,south and east 
hallway that not working 
need repair THANKS. 

4/9/14 Hallway/Corridor north,south,and east Electrical

Geeter Middle (2240) 3A Has a duck detector has 
water drop on ceiling tile 
has to  be replaced 
SAFETY HAZARD. 
THANKS. 

2/2/14 Administration Area office hall Electrical

Geeter Middle (2240) 3A Hot box plug has burn off 
and the receptale has a 
shortage. 

1/24/14 Kitchen cafeteria Electrical

Geeter Middle (2240) 3A Here are the no. for the 
hot box mcs#535491

1/24/14 Kitchen cafeteria Electrical

Geeter Middle (2240) 3A Will need to know about a 
power source for the 
marquee THANKS.

2/4/14 Grounds east front Electrical

Geeter Middle (2240) 3A Will need the 
voltage/circuit amps to be 
verified so we will have 
correct information with 
the sign companies. 
THANKS

2/4/14 Grounds east grounds Electrical

Geeter Middle (2240) 3A Has a metal detector that 
are broken need repair 
MCS#309803 @ 
SCS#398903. THANKS

10/18/13 Cafeteria south wall Electrical



Geeter Middle (2240) 3A Has asteam table gose on 
and off 
mcs#533664,scs#398874

1/24/14 Kitchen cafeteria Electrical

Geeter Middle (2240) 3A A/C RM S102 NOT 
COOLING-PLANT MGR 
McFARLANE 416-8157 
KLR

6/6/14 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A Monthly - 
AirCompress#007 1st flr 
blr rm Geeter Jr - Refer to 
PM schedule details.

5/23/14 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A Monthly - Oil Lube & Belt-
Geeter Middle - Refer to 
PM schedule details.

5/23/14 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A chiller in alarm 7/18/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A UNIT IN THE MAIN 
OFFICE IS NOT 
COOLING. SBE 
MCFARLANE 416-8157

7/24/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A A/C units on South hall 
NOT COOLING per Mr. 
McFarland, Plant Mgr. at 
901.416.8157.  ID#'s 056 
and 057

8/6/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A BOILER NOT HEATING 
FOR SOUTH HALL
PLANT MGR-
MCFARLAND/268.5012

12/9/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A UNIT NOT HEATING IN 
BAND RM
PLANT MGR-
MCFARLAND/268.5012

12/9/13 Heating/Ventilation /Air 
Conditioning



Geeter Middle (2240) 3A HEAT BANDRM-NOT 
HEATING-PLANT MGR 
McFARLANE 416-1880 
KLR

12/12/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A HEAT RM 206 & 210-
BOTH NOT COMING ON-
(Check to see if fan relay 
switch has been install.) 
Ed Hawkins

12/18/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A (2) HEATING UNITS ART 
RM-BOTH NOT HEATING-
PLANT MGR 
McFARLANE 416-8174 
KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A BUSTED PIPES IN 
CEILING OF 
BANDRM/ART RM BLDG 
PER SBE-WATER 
RUNNING 
EVERYWHERE-PLANT 
MGR McFARLANE KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A PIPES BURST IN EAST 
HALL BY BOILER RM-
PLANT MGR McFARLANE 
KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A 3-RTU NOT HEATING IN 
RM-205,206,210.
PLANT MGR-
MCFARLAND/268.5012

1/10/14 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A NORTH-SOUTH AREAS 
NO HEATING.
PLANT MGR-
MCFARLAND/268.5012

1/23/14 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A Monthly - Oil Lube & Belt-
Geeter Middle - Refer to 
PM schedule details.

10/25/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A Monthly - Filter-Geeter 
Middle - Refer to PM 
schedule details.

11/1/13 Heating/Ventilation /Air 
Conditioning



Geeter Middle (2240) 3A Pump leaking in gym 11/4/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A BOILER GYM AREA-NOT 
HEATING-PLANT MGR 
McFARLANE 416-1880 
KLR

11/6/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A in the north hall in front of 
CR N118 there is a bad 
leak coming from ceiling 
pipes per Mr. McFarland 
416-1880

11/19/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A south and north hall 
classrooms all are blowing 
cold air per mr. McFarland 
416-1880

11/20/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A Monthly - 
AirCompress#007 1st flr 
blr rm Geeter Jr - Refer to 
PM schedule details.

11/22/13 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A UNITS NOT HEATING IN 
RM-E205,E201,E203
PLANT MGR-
MCFARLAND/268.5012

2/10/14 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A Monthly - Filter-Geeter 
Middle - Refer to PM 
schedule details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A UNIT NOT HEATING IN 
RM-104, & GYM
PLANT MGR-
MCFARLAND/268.5012

3/25/14 Heating/Ventilation /Air 
Conditioning

Geeter Middle (2240) 3A Their are stall doors in our 
boys restroom that need 
painting very bad 
THANKS.

8/9/13 Restroom (Boys) 2nd floor Painting



Geeter Middle (2240) 3A  Has exterior doors on the 
north west side of the 
building that need to be 
paint from graffiti 
THANKS.

5/21/14 1st Floor north,west Painting

Geeter Middle (2240) 3A The doors on the south 
side of the auditorium has 
rust will need to be painted 
PRINCIPAL request per Z. 
Williams. THANKS 

8/6/13 Auditorium outside double doors Painting

Geeter Middle (2240) 3A South side of gym doors 
need painting and graffiti 
THANKS

5/2/14 Gym FRONT ENTRANCE Painting

Geeter Middle (2240) 3A Our parking lot will need to 
be paint were the prinicipal 
and the handicap can park 
in their place all the names 
has fade. THANKS

8/9/13 Parking Lot east side Painting

Geeter Middle (2240) 3A The  girls,boys restrooms 
stall doors has graffiti on 
them 
that can not be remove 
has try to clean will need 
to be paint. THANKS

1/29/14 Restroom (Boys) east/2nd floor Painting

Geeter Middle (2240) 3A A/C RM LEAKING, S103, 
& S105-ALL LEAKING-
PLANT MGR 
McFARLANE 416-8157 
KLR

6/5/14 Plumbing

Geeter Middle (2240) 3A A/C SOUTH HALL RMS 
S102, S103, S104, S105, 
S106, S108, CAFE, & 
NORTH HALL-ALL ARE 
LEAKING, NEED 
INSULATION-PLANT 
MGR McFARLANE 416-
8157 KLR

6/9/14 Plumbing

Geeter Middle (2240) 3A Has a leak from a pipe at 
the top of the 
ceiling.THANKS

6/17/14 Administration Area office closet Plumbing

Geeter Middle (2240) 3A Will need hot water faucet 
install will need for 
sanitize, and cleaning  
THANKS. 

6/23/14 Custodial Closet 2nd floor Plumbing



Geeter Middle (2240) 3A Has a sink that leaks water 
onto floor SAFETY 
HAZARD THANKS.

5/29/14 Restroom (Boys) 2nd floor Plumbing

Geeter Middle (2240) 3A Toilet are not stable very 
unsafe THANKS.

5/29/14 Restroom (Girls) NORTH HALL WAY Plumbing

Geeter Middle (2240) 3A Toilet seat broken will 
need replace THANKS.

5/29/14 Restroom (Girls) GYM Plumbing

Geeter Middle (2240) 3A A/C MUSIC RM-LEAKING 
FROM CEILING-PLANT 
MGR McFARLANE KLR

6/4/14 Plumbing

Geeter Middle (2240) 3A Has urnials in boys 
restroom that will not flush 
on the 2nd floor north end 
THANKS.

7/29/13 Restroom (Boys) 2nd floor north Plumbing

Geeter Middle (2240) 3A A/C UNIT ON THE ROOF - 
UNIT IS LEAKING BAD 
DOWN INTO THE MUSIC 
RM - PM/MCFARLAND 
416-1808

8/1/13 Plumbing

Geeter Middle (2240) 3A Steam table will not drain 
cloge THANKS.

8/2/13 Cafeteria kitchen Plumbing

Geeter Middle (2240) 3A SINK RM S107 HOME EC-
LEAKING FROM 
BOTTOM, CAN'T CUT 
OFF OR CONTAIN-
WATER RUNNING ALL 
OVER FLR PER SBE-
PLANT MGR McFARLANE 
416-0808 KLR

12/17/13 Plumbing

Geeter Middle (2240) 3A install bypass on pipes 1/3/14 Plumbing



Geeter Middle (2240) 3A Has a urnial that leaks 
water has been turn off 
THANKS

1/9/14 Restroom (Boys) north hall Plumbing

Geeter Middle (2240) 3A CEILING PIPE IS 
LEAKING WATER IN 
CAFE. 
PLANT MGR-
MCFARLAND/268.5012

4/29/14 Plumbing

Geeter Middle (2240) 3A Their no hot water in 
closet will need faucet 
replace THANKS.

5/8/14 Custodial Closet 2nd floor Plumbing

Geeter Middle (2240) 3A water fountain on front 
hallway leaking,SAFTY 
HAZARD

5/13/14 Administration Area main /front hallway Plumbing

Geeter Middle (2240) 3A boys restroom leaking 
under sink,SAFETY 
HAZARD

5/14/14 Restroom (Boys) 2/floor east hall Plumbing

Geeter Middle (2240) 3A Has a toilet in the first stall 
that will not flush in girls 
restroom THANKS

8/13/13 Restroom (Girls) 2nd floor Plumbing

Geeter Middle (2240) 3A This room are the science 
lab.that has faucets and 
leaks need repair or 
replace.

8/20/13 Classroom south/rm.104 Plumbing

Geeter Middle (2240) 3A Floor drain is backing up in 
the multipurpose room per 
Ronnie Daniel 416-8157

8/29/13 Plumbing

Geeter Middle (2240) 3A      back flow test 9/3/13 Plumbing



Geeter Middle (2240) 3A This were a old w/o-
376531 were not complet 
THANKS

9/12/13 S-104 Plumbing

Geeter Middle (2240) 3A Provide and Install (3) 1-
1/2" bypass piping in the 
south wing of the building. 
Also install Circuit Setter#1 
@182 GPM for the east 
wing, Circuit Setter #2 
@158 GPM for the north 
wing, Circuit Setter#3 

9/19/13 Plumbing

Geeter Middle (2240) 3A Oil is running from pipe in 
the ceiling in the Girl's 
Locker Room in Gym per 
Mr. MacFarland, Plant 
Mgr. 416.1880

10/1/13 Plumbing

Geeter Middle (2240) 3A repair lab table gas also 
electric in zone 3a

10/24/13 Plumbing

Geeter Middle (2240) 3A Has the two front entrance 
water fountains will not 
turn off THANKS. 

10/29/13 Administration Area MUSIC building Plumbing

Geeter Middle (2240) 3A Has broken handles on 
toilets will not flush 
THANKS. 

11/1/13 Administration Area teacher lounge Plumbing

Geeter Middle (2240) 3A Toilet will not stop flushing 
girl restroom.
THANKS

11/18/13 Restroom (Girls) 1st floor/north hall Plumbing

Geeter Middle (2240) 3A Install bypass piping in 
HVAC system.

11/20/13 Plumbing

Geeter Middle (2240) 3A Has a faucet that leaks will 
not turn off THANKS

11/21/13 Restroom (Girls) band building Plumbing



Geeter Middle (2240) 3A Has a leak from the faucet 
and under the sink water 
are under the title 
THANKS

11/21/13 Classroom south hall/S107 Plumbing

Geeter Middle (2240) 3A CEILING PIPE IS 
LEAKING WATER IN 
NORTH HALL 
PLANT MGR-
MCFARLAND/268.5012

11/27/13 Plumbing

Geeter Middle (2240) 3A leak in hallway across 
from room 118 pipe in 
ceiling per Mr. McFarland 
416-1880 water going into 
classroom

12/2/13 Plumbing

Geeter Middle (2240) 3A This are a old w/o 398929 
for a faucet that leaks 
water were turn off will 
need to be repair THANKS

2/10/14 Classroom S107 Plumbing

Geeter Middle (2240) 3A GAS LINE RM S104-HAS 
BROKEN, BUT SBE WAS 
ABLE TO REACH SHUT 
OFF VALVE-PLANT MGR 
McFARLANE 416-8180 
KLR

2/25/14 Plumbing

Geeter Middle (2240) 3A Has boys and girl 
restrooms toilets will not 
flush in our teacher lounge 
THANKS SAFETY 
HAZARD.

3/4/14 Administration Area lounge,restrooms Plumbing

Geeter Middle (2240) 3A HEAT RM N100-LEAKING-
PLANT MGR McFARLANE 
416-8157 KLR

3/6/14 Plumbing

Geeter Middle (2240) 3A Toilet will not flush, in girl 
restroom and band 
building. THANKS.

3/26/14 Restroom (Girls) front hall Plumbing

Geeter Middle (2240) 3A Water run onto floor when 
flush THANKS.

3/26/14 Restroom (Girls) east hall Plumbing



Geeter Middle (2240) 3A Has a toilet that will not 
flush in girl rest room 
THANKS

4/3/14 Restroom (Girls) music ,art building Plumbing

Geeter Middle (2240) 3A Water come out around 
handle when toilet flush. 
THANKS

4/3/14 Restroom (Girls) main hall Plumbing

Geeter Middle (2240) 3A When flush toilet water run 
onto floor from handle and 
neck THANKS.

4/7/14 Restroom (Boys) east /hall Plumbing

Geeter Middle (2240) 3A WATER TANK HAS 
BUSTED IN BOILER RM
PLANT MGR-
MCFARLAND/268.25012

4/14/14 Plumbing

Geeter Middle (2240) 3A Water fountain will not turn 
off always on THANKS

4/17/14 Hallway/Corridor front of office Plumbing

Geeter Middle (2240) 3A unit is leaking water in rm-
n115
PLANT MGR-
MCFARLAND/268.5012

4/17/14 Plumbing

Geeter Middle (2240) 3A north hall in front of CR 
N118 pipe in ceiling 
leaking more after 
someone has already 
come out per Mr. 
McFarland 416-1880 

12/4/13 Plumbing

Geeter Middle (2240) 3A unit is leaking water in rm-
n115
PLANT MGR-
MCFARLAND/268.5012

4/17/14 Plumbing

Geeter Middle (2240) 3A The north hall entrance 
has a leak at the door of 
the top of the 
hallway.THANKS

8/5/13 Hallway/Corridor NORTH HALL Roof



Geeter Middle (2240) 3A Has a leak in front of 
restroom leaks on duck 
detector THANKS.

1/10/14 Administration Area leak in hallway Roof

Geeter Middle (2240) 3A Has leaks in front of 
auditorium on north end 
THANKS

4/28/14 Hallway/Corridor front  north hall Roof

Geeter Middle (2240) 3A Has a leak in center of 
classroom THANKS

2/5/14 Classroom S102 Roof

Geeter Middle (2240) 3A Leaks in front of door 
entrance THANKS .

2/5/14 Cafeteria front entrance Roof

Geeter Middle (2240) 3A North hall at the double 
doors entrance THANKS

2/5/14 Hallway/Corridor north/entrance Roof

Geeter Middle (2240) 3A Has leak in center of 
classroom, 

3/18/14 Classroom S104 Roof

Geeter Middle (2240) 3A Has a leak in the north 
hallway front entrance. 
THANKS

3/18/14 Hallway/Corridor North entrance Roof

Geeter Middle (2240) 3A ROOF LEAKING MAIN 
OFC ONTO DUCT 
DETECTOR FOR HEAT-IT 
COULD CAUSE IT TO GO 
IN ALARM-PLANT MGR 
McFARLANE KLR This is 
windows leaking. Turned 
over to sheetmeatal by 

1/10/14 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Germanshire ES (2258) 3B 1 2 56 116 70 6 41 5 3 300
Grand Total 1 2 56 116 70 6 41 5 3 300



Location Request Description Submittal Date Area Description Area Number Craft
Germanshire ES (2258) 
3B

Please insulate chilled 
water pipes in boiler room 
on chiller.

4/15/14 Asbestos

Germanshire ES (2258) 
3B

The wiring on the wall 
need to re routed  inside 
the  storage  area  so  the 
wires will not be exposed 
in the dining room area 
around the students.

10/29/13 Cafeteria 131 c Cabling

Germanshire ES (2258) 
3B

This area need  an 
computer outlet installed in 
the mailroom.

6/17/14 1st Floor main office mailroom Cabling

Germanshire ES (2258) 
3B

The panic bar is broken 
need repairing.

4/23/14 1st Floor hallway on c-hallway nexit 
door at c-200 art room

Carpentry

Germanshire ES (2258) 
3B

2 ballast need replacing in 
this area.

6/12/14 1st Floor D-303 Carpentry

Germanshire ES (2258) 
3B

These areas requires a 
special cut ceiling tile.

6/26/14 1st Floor d,e,f g hallwaw,mailroom Carpentry

Germanshire ES (2258) 
3B

The door fixture the end 
cap is broken.

5/29/14 1st Floor g-hallway Carpentry

Germanshire ES (2258) 
3B

This  location hsa a large 
projector screen that need 
to moved from the cafe 
wall to the artroom c-200 
to be used for art.

5/29/14 Cafeteria c-200 art room Carpentry



Germanshire ES (2258) 
3B

This classroom requires a 
special cut ceiling tile to 
replce the soil one.

5/29/14 1st Floor G-412 Carpentry

Germanshire ES (2258) 
3B

These three classrooms  
need special cut ceiling 
replaced.

6/6/14 a hallway rooms a-304,a-
307,309

Carpentry

Germanshire ES (2258) 
3B

This area need celing   tile 
replaced this area requires 
a specia cut.                                                           

6/6/14 1st Floor f-hallway f-403,f-412 Carpentry

Germanshire ES (2258) 
3B

These two classrooms 
requires a special cut 
ceiling tile to replce spoil 
tile.

6/6/14 1st Floor d-hallway d-300, d-311 Carpentry

Germanshire ES (2258) 
3B

This area requires a 
special cut ceiling tile for 
this area,

9/23/13 1st Floor A-301 Carpentry

Germanshire ES (2258) 
3B

These areas requires a 
special cut for ceiling tile.

9/24/13 1st Floor f401,d-305, d-311,d-312, e-
312, e-300, e-305

Carpentry

Germanshire ES (2258) 
3B

The lock on the inside exit 
door the cylinder is broken 
it come all the way out 
need replacing .

6/6/14 1st Floor exit door on f-g hallway Carpentry

Germanshire ES (2258) 
3B

This area requires a 
special cut ceiling tlle.

6/6/14 Cafeteria near serving line door Carpentry

Germanshire ES (2258) 
3B

This area requires a 
special cut tile.

6/6/14 1st Floor mailroom main office Carpentry



Germanshire ES (2258) 
3B

A special tile needed in 
this area.

6/6/14 1st Floor a-303 Carpentry

Germanshire ES (2258) 
3B

This door slams when it 
closes.

3/25/14 1st Floor guidance office door near 
front entrance door

Carpentry

Germanshire ES (2258) 
3B

This location has pictures 
to be hung to begin the 
hall of frame of principals 
past and present the 
pictures are at the site 
now.

4/9/14 1st Floor main hall Carpentry

Germanshire ES (2258) 
3B

The chaulk tray has fallen 
off the wall need to be 
alttached back to the wall 
inside the restroom.

4/10/14 1st Floor a-307 Carpentry

Germanshire ES (2258) 
3B

This location need 20 ft. of 
chain along with 3 locks .to 
secure after school hours.

5/5/14 Grounds back gate Carpentry

Germanshire ES (2258) 
3B

BACK DOOR is NOT 
CATCHING in DINING 
AREA in the CAFETERIA 
per Betty Pegues, Plant 
Mgr. 416.3733 

5/22/14 Carpentry

Germanshire ES (2258) 
3B

The classroom  door is not 
locking or closing.

1/9/14 1st Floor g-414 Carpentry

Germanshire ES (2258) 
3B

The fire door the end of 
the fixture is broken need 
replaceing.

1/9/14 1st Floor hallway door near  c-200 Carpentry

Germanshire ES (2258) 
3B

A riser is broken at this loc. 
tiis is used for chours it will 
be uesd at the end of the 
month to prepare for the 
Black History program.

1/9/14 1st Floor stage Carpentry



Germanshire ES (2258) 
3B

The floor tile need 
replacing in this area a few 
has come a loose from the 
floor.

1/10/14 Kitchen dinging room Carpentry

Germanshire ES (2258) 
3B

This loc. request to have 
all  shatter boxes removed 
and replace with other 
items the shcool 
purchased.

1/22/14 1st Floor main office lobby Carpentry

Germanshire ES (2258) 
3B

The fixture is broken on 
the end of the door.

1/22/14 Cafeteria dingroom entrance door Carpentry

Germanshire ES (2258) 
3B

This location is starting a 
wall of frame with past and 
present pitcures of 
principals, plaques to be 
hung also there are items 
to be removed on the walls 
in order to hang the 
pictures and plaques. 

1/24/14 1st Floor main hallway wall Carpentry

Germanshire ES (2258) 
3B

There  are six pieces   of   
ceiling tile that.  need 
replacing this is over 12 ft. 
high.

1/28/14 Cafeteria dingroom Carpentry

Germanshire ES (2258) 
3B

There are  4 ceiling tiles in 
this area that need 
replacing a lifter is needed.

1/29/14 Cafetorium multi purpose room Carpentry

Germanshire ES (2258) 
3B

There area 30 pieces of 
ceiling tile  need replacing 
on the floor there are 
cracking.

1/29/14 Cafeteria dingingroom Carpentry

Germanshire ES (2258) 
3B

The ceiling tile requires a 
special cut in this area.

1/29/14 1st Floor a 302 Carpentry

Germanshire ES (2258) 
3B

DOOR in the CAFETERIA 
DINING ROOM will NOT 
CLOSE per Betty Pegues, 
Plant Mgr. 416.3733

2/7/14 Carpentry



Germanshire ES (2258) 
3B

These ceiling tile need 
replacing  they require a 
specal cut. in these areas.

2/19/14 1st Floor mailroom, guidance office 
conf, teachers lounge

Carpentry

Germanshire ES (2258) 
3B

These areas need ceiling 
tile replaced they require a 
special cut.

2/19/14 1st Floor principals office.a-302 Carpentry

Germanshire ES (2258) 
3B

The latch has come off the 
door.

2/27/14 1st Floor hallway  exit door Carpentry

Germanshire ES (2258) 
3B

The principal request to 
have a large wooden case 
removed from the wall.

7/2/13 1st Floor hallway in front of main 
office

Carpentry

Germanshire ES (2258) 
3B

The doors do not close to 
secure the building 
properly.

7/2/13 1st Floor outside front entrance 
doors

Carpentry

Germanshire ES (2258) 
3B

FRONT ENTRY DOOR, 
CANT SECURE.
SBE-PEGUES/416-3733 

7/18/13 Carpentry

Germanshire ES (2258) 
3B

The door handle is broken 7/29/13 Cafeteria ffront entrance door Carpentry

Germanshire ES (2258) 
3B

A piece of ceiling tile need 
replacing this is a special 
cut in this area.

7/30/13 1st Floor teachers lounge Carpentry

Germanshire ES (2258) 
3B

The last stall in this area 
the door is jammed and it 
has come apart from the 
wall this is a safety issue.

8/8/13 Restroom (Girls) g-hall Carpentry



Germanshire ES (2258) 
3B

The entrance door need to 
be replaced in this area 
the door is damaged 
beyond repair in order to 
secure the building 
properly.

8/16/13 1st Floor across from Plant Mangers 
office

Carpentry

Germanshire ES (2258) 
3B

Three pieces of ceiling 
need replaced in this area 
an AHU leaked in this area 
is high and it is a special 
cut.

9/13/13 1st Floor e-hallway near outside exit 
dr.

Carpentry

Germanshire ES (2258) 
3B

The door closer need 
repairing on this door it will 
not close it has to be 
pulled to close.

9/13/13 1st Floor main hall across from 
mech rm.

Carpentry

Germanshire ES (2258) 
3B

This area need a special 
cut ceiling tile.

9/24/13 1st Floor d314 Carpentry

Germanshire ES (2258) 
3B

3 bundles of mineral 
ceiling tile is needed at this 
loc. and one bundlle cf the 
hard back ceiling tile for 
the high ceilings in the 
hallways.

9/24/13 1st Floor entire school when needed Carpentry

Germanshire ES (2258) 
3B

A special cut ceiling      tile 
is needed in this area.

9/25/13 1st Floor b-200 Carpentry

Germanshire ES (2258) 
3B

Stall doors need to be 
installed in the the boys 
restroom,a total of three .

10/14/13 Restroom (Boys) main hall next to cafe Carpentry

Germanshire ES (2258) 
3B

The boys restroom on this 
hallway need stall doors 
installed.

10/14/13 Restroom (Boys) d hall Carpentry

Germanshire ES (2258) 
3B

The boys restroom on this 
hallway need stall doors 
installed.

10/14/13 Restroom (Boys) e-hallway Carpentry



Germanshire ES (2258) 
3B

The boys restroom on this 
hallway need stall doors in 
stalled.

10/14/13 Restroom (Boys) f-hallway Carpentry

Germanshire ES (2258) 
3B

This boys restroom need 
stall doors installed on this 
hallway.

10/14/13 Restroom (Boys) g-hall Carpentry

Germanshire ES (2258) 
3B

This area  has  a frame 
that need to be attached to 
the wall.

11/4/13 Restroom (Boys) behind stage Carpentry

Germanshire ES (2258) 
3B

Repair door to partion wall 
in multi purpose room.   
wds

11/13/13 Carpentry

Germanshire ES (2258) 
3B

There are serveral pieces 
of floor tile that need 
replacing it is broken and 
cracked a piece missing. 

6/6/14 1st Floor e-hallway Carpentry

Germanshire ES (2258) 
3B

The principal  request     to 
have a window installed in 
this area.

10/29/13 Cafeteria 131 c Carpentry

Germanshire ES (2258) 
3B

This location  need three 
ballast changed out at the 
entrance door and cver the 
window and one in the 
center of the classroom 
the fixture is id with a blue 
or green marker line .

4/25/14 1st Floor g-405 Electrical

Germanshire ES (2258) 
3B

The alarm inside the cross 
connect closet continues 
to beep this happened 
Friday after the power 
went out.

6/10/14 1st Floor 126 m Electrical

Germanshire ES (2258) 
3B

The switch makes a frying 
noise one side of lights 
come on.

6/11/14 1st Floor e-303 Electrical



Germanshire ES (2258) 
3B

This location need 3 boxes 
of  lamp fl rapid start 32 
watts.

6/11/14 1st Floor hallway s classrooms and 
restrooms

Electrical

Germanshire ES (2258) 
3B

Three ballast need 
replacing in this area.

6/12/14 1st Floor C-201 Electrical

Germanshire ES (2258) 
3B

Two ballast need replacing 
in this area.

6/12/14 1st Floor e-305 Electrical

Germanshire ES (2258) 
3B

Three ballast need 
replacing in this area.

6/12/14 1st Floor e-312 Electrical

Germanshire ES (2258) 
3B

This  area has 3 ballast 
out need replacing.

6/12/14 1st Floor e-314 Electrical

Germanshire ES (2258) 
3B

1ballast need replacing in 
this area.

6/12/14 1st Floor e-hallway at exit door Electrical

Germanshire ES (2258) 
3B

2 ballast need replacing in 
this area.

6/12/14 Restroom (Boys) e-hallway Electrical

Germanshire ES (2258) 
3B

2 BALLAST NEED 
REPLACING IN THIS 
AREA.

6/12/14 1st Floor d-hallway 301 Electrical

Germanshire ES (2258) 
3B

3 ballast need replacing. 6/12/14 1st Floor d-300 Electrical



Germanshire ES (2258) 
3B

2 ballast need replacing. 6/12/14 1st Floor d-302 Electrical

Germanshire ES (2258) 
3B

4 ballast needreplacing in 
this area.

6/12/14 1st Floor hallway near teachers 
restroom

Electrical

Germanshire ES (2258) 
3B

2 ballast need replacing in 
this area.

6/12/14 D-305 Electrical

Germanshire ES (2258) 
3B

3 ballst need replacing in 
this area.

6/12/14 1st Floor d-312 Electrical

Germanshire ES (2258) 
3B

3 ballast need replacing in 
this area.

6/12/14 1st Floor d-311 Electrical

Germanshire ES (2258) 
3B

3- BALLAST NEED 
REPLACING IN THIS 
AREA.

6/12/14 1st Floor d 314 Electrical

Germanshire ES (2258) 
3B

2 ballast need replcing in 
this area.

6/12/14 1st Floor d-309 Electrical

Germanshire ES (2258) 
3B

1 ballast need replacing in 
yhis area.

6/12/14 1st Floor facilators office main office Electrical

Germanshire ES (2258) 
3B

A ballast at the exit door 
need replacing.

6/12/14 1st Floor g-hallway Electrical



Germanshire ES (2258) 
3B

3  BALLAST NEED 
REPLACING IN THIS 
AREA.

6/12/14 Restroom (Boys) g-hallway Electrical

Germanshire ES (2258) 
3B

3 ballasts need replacing 
in this area.

6/12/14 Restroom (Boys) UNDER HAND SINK Electrical

Germanshire ES (2258) 
3B

1 BALLAST NEED 
REPLACING IN THIS 
AREA.

6/12/14 1st Floor g-hallway teachers 
restroom

Electrical

Germanshire ES (2258) 
3B

3 ballasts need replacing 
in this area.

6/12/14 3rd Floor G-401 Electrical

Germanshire ES (2258) 
3B

1 ballast need replacing in 
this area.

6/12/14 1st Floor g-407 Electrical

Germanshire ES (2258) 
3B

2 ballast need replacing in 
this area.

6/12/14 1st Floor g-403 Electrical

Germanshire ES (2258) 
3B

3 ballast need replacing in 
this area.

6/12/14 1st Floor g-409 Electrical

Germanshire ES (2258) 
3B

2 ballast need replacing in 
this area.

6/12/14 1st Floor g-412 Electrical

Germanshire ES (2258) 
3B

AHU-D1 MECH RM-HAS 
TRIPPED-WON'T RESET-
PLANT MGR PEGUES 
416-3733 KLR

6/5/14 Electrical



Germanshire ES (2258) 
3B

These area are all apart of 
the main office this area 
need  four ballast that 
need replacing plant 
manger ID the fixtures with 
ared marker.

6/6/14 1st Floor main office, clinic, storage 
room

Electrical

Germanshire ES (2258) 
3B

A 301 need 7 ballast 
replacd a 307 need 3 
ballast and a309 need 2 
ballast replaced in these  
areas.

6/6/14 1st Floor kk- hallway Electrical

Germanshire ES (2258) 
3B

A ballast need replacing in 
this classroom.

6/6/14 1st Floor c-200 Electrical

Germanshire ES (2258) 
3B

These areas need 3 
ballast replaced  1 in 
teacher workroom.

6/6/14 Library teachers work room, and 
front  of library

Electrical

Germanshire ES (2258) 
3B

This area need 3 ballast 
replacd in this classroom.

6/6/14 1st Floor b-201 computer lab Electrical

Germanshire ES (2258) 
3B

This area has 3 pieces of 
ceiling tile which requires a 
specia cut to replace in 
hallway.

6/6/14 1st Floor g-hallway g-409 g-412, in  
hallway near 412 at exi

Electrical

Germanshire ES (2258) 
3B

AN ELECTRICAL 
BURNING SMELL IN RM 
E309 PER SBE-PLANT 
MGR PEGUES 416-3733 
KLR

9/16/13 Electrical

Germanshire ES (2258) 
3B

The ballast need replacing 
in hallway in this area.

6/6/14 Restroom (Boys) under hand sink Electrical

Germanshire ES (2258) 
3B

There was a burning smell 
in the main entry when the 
lights are turned on. 
Suspect ballast, left side of 
main entry as you enter 
the building.

6/9/14 Electrical



Germanshire ES (2258) 
3B

PARTIAL POWER 
OUTAGE BY BOILER RM 
AREA & FIRE SYS IS 
DOWN
PLANT MGR--
PEGUES/416.3733

6/9/14 Electrical

Germanshire ES (2258) 
3B

This location need one 
dozen of GE muliti- vapor 
lamp 4692423 to replace 
blown bulbs.

3/25/14 1st Floor main halls Electrical

Germanshire ES (2258) 
3B

This classroom has four 
light fixtures that  need   
ballast replaced lights are 
working plant manger 
labeled fixtues that need 
ballasts.

4/2/14 1st Floor g-405 Electrical

Germanshire ES (2258) 
3B

Install temporary chiller. 4/3/14 Electrical

Germanshire ES (2258) 
3B

The clocks has wrong time 
need  to be reset

4/7/14 1st Floor main cffice Electrical

Germanshire ES (2258) 
3B

The exhaust vendor hood 
over the stove does not 
work this was reported to 
me from the tech 
inspecting it.

4/7/14 Cafeteria KITCHEN Electrical

Germanshire ES (2258) 
3B

The ballast need replacing 
over the computers near 
outside exit door.

4/10/14 1st Floor a301 Electrical

Germanshire ES (2258) 
3B

This classroom has 3 light 
fixtures that need  two 
ballast to be replaced they 
are id with a marker.

4/29/14 1st Floor c-203 Electrical

Germanshire ES (2258) 
3B

This location need flr rapid 
start lamps  to replace 
blown bulbs.

5/2/14 1st Floor classrooms hallways Electrical



Germanshire ES (2258) 
3B

All the clocks have the 
wrong time the bldg. may 
have lost power.

5/29/14 1st Floor ALL HALLWAYS IN BLDG. Electrical

Germanshire ES (2258) 
3B

This location need a dozen 
GE multi  - vapor lamps 
175watts order code 
number 18902 to replace 
blown bulbs.

5/29/14 1st Floor hallways Electrical

Germanshire ES (2258) 
3B

Fan Coil Unit in Room 
A305 is NOT COMING ON 
per Betty Pegues, Plant 
Mgr. 416.3733

12/9/13 Electrical

Germanshire ES (2258) 
3B

The  electrical outlet 
stopped working on the 
wall near the back of 
classroom under the dry 
erase board.

1/8/14 1st Floor  g-405 Electrical

Germanshire ES (2258) 
3B

ELECTRICAL BURNING 
SMELL IN RM G414 PER 
SBE, DON'T KNOW 
WHAT OR WHERE IT IS-
PLANT MGR PEGUES 
416-3733 KLR

1/13/14 Electrical

Germanshire ES (2258) 
3B

RM G414-HAS AN 
ELECTRICAL BURNING 
SMELL PER SBE-PLANT 
MGR PEGUES 417-3733 
KLR

1/15/14 Electrical

Germanshire ES (2258) 
3B

FCU HAS A BURNING 
SMELL IN RM-E314.
PLANT MGR-
PEGUES/416.3733

1/21/14 Electrical

Germanshire ES (2258) 
3B

A light fixture need a cover 
replacing the old one fell 
and broke.

1/22/14 1st Floor e-314 Electrical

Germanshire ES (2258) 
3B

The thermostat cover is 
broken need replacing.

1/24/14 1st Floor principals office Electrical



Germanshire ES (2258) 
3B

This classroom the  light 
switch need replacing.

1/27/14 1st Floor G-409 Electrical

Germanshire ES (2258) 
3B

The  frist    light switch in 
the hallway need replacing 
to turn lights  near  F-401.

1/27/14 F-HALLWAY Electrical

Germanshire ES (2258) 
3B

per Ms Pegues 416-3733 
cafeteria unit is not on at 
all

1/29/14 Electrical

Germanshire ES (2258) 
3B

The lifter is needed to 
change 5 blown lights in 
this area.

1/29/14 Cafeteria dinging room Electrical

Germanshire ES (2258) 
3B

POWER OUTAGE THRU 
BLDG
PLANT MGR-
PEGUES/351.3216

2/3/14 Electrical

Germanshire ES (2258) 
3B

These areas need 
emergency lights replaced 
one next to D-301,E 301, 
near e-312

2/3/14 1st Floor d-hallwayand e-hallway Electrical

Germanshire ES (2258) 
3B

The emergency light in this 
area need replacing.

2/3/14 1st Floor e-hallway over hand sink Electrical

Germanshire ES (2258) 
3B

2 in cafe  1 near water 
fountain,1 near storage 
closet,1 in multi purpose 
roomat exit door near back 
dock.

2/3/14 Cafeteria cafe multi purpose area Electrical

Germanshire ES (2258) 
3B

The emergency lights in 
these areas need 
replacing 1 in the nurse 
office main office area, 1 in 
feacher lounge.

2/3/14 1st Floor nurses office  teachers 
lounge

Electrical



Germanshire ES (2258) 
3B

Emergency light need 
replacing in these areas  in  
boys restroom,1 next to 
mech rm .133 1 next to c-
200 artroom, e-hallway 1  
inside girls restroom

2/3/14 1st Floor mainhallway Electrical

Germanshire ES (2258) 
3B

The emergency lights 
need replacing in these 
areas a total of three.

2/3/14 1st Floor boiler rm. plant mangers 
office,  hallway

Electrical

Germanshire ES (2258) 
3B

These 2 areas need the 
emergency light s 
replaced.2 total.

2/3/14 1st Floor  near bookroom ,library Electrical

Germanshire ES (2258) 
3B

3 emergency  lights in 
these aears need 
replacing boys and girls 
resrooms and 1 near f-414

2/3/14 1st Floor f-hallway Electrical

Germanshire ES (2258) 
3B

1 on long back hallway 
near fire extingusher 1 
near rm.  g-400 and 1 near 
g-414

2/3/14 1st Floor g-hallway Electrical

Germanshire ES (2258) 
3B

This area need emergency 
lights installed.

2/3/14 Kitchen cafe Electrical

Germanshire ES (2258) 
3B

This location need   12     
Damar metal vapor item 
6782A to replace in the 
hallway.

2/4/14 1st Floor maiin hallways Electrical

Germanshire ES (2258) 
3B

FCU IS MAKING NOISE 
IN RM-F414
PLANT MGR-
PEGUES/416.3733

2/19/14 Electrical

Germanshire ES (2258) 
3B

Ballasts need replacing in 
these two areas on 
hallway.

2/19/14 a cross from main office, 
and  next to cafe

Electrical



Germanshire ES (2258) 
3B

The bulb is broken off in 
the fixture need removing.

2/19/14 Restroom (Boys) on main hall next to cafe Electrical

Germanshire ES (2258) 
3B

The ballast need replacing 
in this area on hallway.

2/19/14 1st Floor next to c-200 Electrical

Germanshire ES (2258) 
3B

GARBAGE DISPOSAL 
KITCHEN AREA-NOT 
COMING ON-PLANT 
MGR PEGUES 416-3733 
KLR

2/21/14 Electrical

Germanshire ES (2258) 
3B

 There are 3 ballast need 
replacing in 3 different 
fixtures I labeled the 
fixtures that need ballast 
replaced.

2/25/14 Library   over the tables ,and 
bookcases

Electrical

Germanshire ES (2258) 
3B

The ballast need to  be  
replaced.

3/6/14 1st Floor lounge teacher Electrical

Germanshire ES (2258) 
3B

The wire that operates the 
door the wire is hanging 
too low at the door need to 
be reattached out of reach.

7/2/13 Cafeteria outside entrance door Electrical

Germanshire ES (2258) 
3B

an object is stuck in the 
outlet need to be removed.

7/11/13 1st Floor 300 hall near water 
fountain

Electrical

Germanshire ES (2258) 
3B

This area has three ballast 
that need replacing.

7/23/13 1st Floor library Electrical

Germanshire ES (2258) 
3B

This loc. needs 24 in F 1 
T8 COOL WHITE BULBS 
these are used in main off, 
guidance, all teachers rr 
cafe rr is blown out now10 
is needed.

7/25/13 1st Floor all adult restrooms Electrical



Germanshire ES (2258) 
3B

This loc need 8 lamps for 
hallways GEmulti-vapor 
lamp 4692423 we have 
lights out in the hallway.

7/25/13 1st Floor main halls Electrical

Germanshire ES (2258) 
3B

1 Bad ballast in each room 
- Thanks

7/26/13 Classroom rooms 26 and 27 Electrical

Germanshire ES (2258) 
3B

The latches will not hold to 
secure the doors from 
hanging to cover the light 
bulbs in these areas.

7/26/13 Library b201,g412 Electrical

Germanshire ES (2258) 
3B

only on light bulb will come 
on ballast need replacing 
on one side.

7/26/13 1st Floor nain office storage rm Electrical

Germanshire ES (2258) 
3B

1 ballast need replacing in 
classroom.

8/5/13 1st Floor d-314 Electrical

Germanshire ES (2258) 
3B

I inside the storage closet 
the bulbs has been 
changed the ballast need 
replacing.

8/5/13 1st Floor a-307 Electrical

Germanshire ES (2258) 
3B

The ballast is out  need  
replacing.

8/14/13 1st Floor main office Electrical

Germanshire ES (2258) 
3B

2 ballast out in this area. 8/14/13 Restroom (Boys) under hand sink Electrical

Germanshire ES (2258) 
3B

A ballast is out in this area 
also the light fixture door 
will not close.

8/14/13 1st Floor a-302 Electrical



Germanshire ES (2258) 
3B

The speakers does not 
work above the stage  they 
are not getting power i was 
informed it was electrical 
problem.

8/16/13 1st Floor multi- purpose rm Electrical

Germanshire ES (2258) 
3B

7 lights will not come on at 
night this is an sercurity 
issue.

8/23/13 Grounds side of building Electrical

Germanshire ES (2258) 
3B

The exit sign has falll off 
the wall need attached 
back to wall.

8/26/13 Library over  entrance         door Electrical

Germanshire ES (2258) 
3B

The cover on the light 
fixture will not stay 
close,the over was taken 
off to keep from falling and 
injuring someone.

8/29/13 1st Floor a302 Electrical

Germanshire ES (2258) 
3B

This loc. need 24 in f-1 t8 
cool whit bulbs these ard 
used in main office  all 
teacher rest rooms, cafe 
restrooms the bulbs are 
blown out in cafe 
restroom. 

9/3/13 Annex all adult restrooms Electrical

Germanshire ES (2258) 
3B

The light switch makes a 
frying noise.

9/9/13 1st Floor b-200 Electrical

Germanshire ES (2258) 
3B

These areas has ballasts 
out 1 in f-401, 1 c 200,1 on 
g-hallway.

9/13/13 1st Floor f401 c-200 g-hallway near  
hand sink

Electrical

Germanshire ES (2258) 
3B

BALLAST OUT SWITCH 
MAKING A FRYING 
NOISE WHEN TURNED 
ON.

9/13/13 2nd Floor b-200 Electrical

Germanshire ES (2258) 
3B

The light fixture cover 
need to be replaced the 
cover is missing.

9/24/13 1st Floor e-314 Electrical



Germanshire ES (2258) 
3B

T his area has three 
ballast that need replacing 
2 in classroom. and 1 in 
storage closet.

9/24/13 1st Floor a-300 Electrical

Germanshire ES (2258) 
3B

3 boxes lamp flr.rapid start 
25  no. 46807 is needed at 
this loc.

9/24/13 1st Floor ahallways classrooms , 
and restrooms

Electrical

Germanshire ES (2258) 
3B

The ceiling tile need 
replacing it is over 8 ft. 
high.

9/24/13 1st Floor main hallway in front o 
ffice -200 

Electrical

Germanshire ES (2258) 
3B

The llight bulb is broken off 
in the fixture.

9/26/13 1st Floor near- multi- purpose Electrical

Germanshire ES (2258) 
3B

The light switch makes a 
frying noise.

10/1/13 1st Floor d-305 Electrical

Germanshire ES (2258) 
3B

The ballast need replacing 
in three light fixture in the 
main office only one bulb 
will work in the fixture 
need more light in this 
area.

10/9/13 1st Floor main office Electrical

Germanshire ES (2258) 
3B

This loc need  12 Damar 
Metal Vapor item no. 
6782A 175 watt tp replace 
blown bulbs when needed 

10/9/13 1st Floor hallways Electrical

Germanshire ES (2258) 
3B

There are  6 lights in this 
area need ballasts some 
fixtures have one working  
light on one side.

10/10/13 Library b-201 Electrical

Germanshire ES (2258) 
3B

This loc would like to be 
set up to have clocks 
ready for day light saving 
time ending  in Nov.

10/21/13 1st Floor main office Electrical



Germanshire ES (2258) 
3B

a ballast  need replacing 
the lamp has been 
replaced wont give light.

11/4/13 1st Floor in front of main office Electrical

Germanshire ES (2258) 
3B

These areas are dark at 
night the lights on the side 
of the building does not 
come on.

11/8/13 Grounds back of bulding. and 
parking lot side on cafe 
ding

Electrical

Germanshire ES (2258) 
3B

The moving wall is making 
a strange noise it will not 
close all the way sound 
like the motor.

11/21/13 Cafeteria dingingroom Electrical

Germanshire ES (2258) 
3B

These areas need a 
ballast replaced.

11/27/13 1st Floor f-407,c-200.D-309, D301,E-
311 E-305

Electrical

Germanshire ES (2258) 
3B

These areas need a 
ballast replaced.

9/24/13 1st Floor f-407,c-200.D-309, D301,E-
311 E-305

Electrical

Germanshire ES (2258) 
3B

Monthly - Filter-
Germanshire Elementary - 
Refer to PM schedule 
details.

4/18/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

UNIT NOT COOLING IN 
CAFE
PLANT MGR-
PEGUES/416.3733

6/10/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

A/C RM 306-NOT 
COOLING-PLANT MGR 
PEGUES 416-3733 KLR

9/16/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

a/c not cooling in room 
A305 per Ms. pegues 416-
3733

9/17/13 Heating/Ventilation /Air 
Conditioning



Germanshire ES (2258) 
3B

Air Handler is NOT 
COOLING down the G-
HALLWAY per Betty 
Pegues, Plant Mgr. 
416.3733

9/19/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

CHILLER IN ALARM-
PLANT MGR PEGUES 
416-3733 KLR

3/21/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

CHILLER MAKING 
NOISE.
PLANT MGR-
PEGUES/416.3733

4/1/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Install hook-ups for 
temporary chiller.

4/3/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Install temporary chiller. 4/3/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

CHILLER IS MAKING 
NOISE
PLANT MGR-
PEGUES/416.3733

4/4/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

A/C RM D312-BLOWING 
TOO COLD, TEMP IS 68-
PLANT MGR PEGUES 
416-3733 KLR

4/8/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

AIR HANDLER C4 
(CAFETERIA) is NOT 
COOLING per Ms. 
Pegues, Plant Mgr. 
416.3733

5/5/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

per ms pegues 416-3733 
AHU #D1 in the boiler 
room is in alarm and the 
following areas are HOT - 
science lab, art room and 
music room

5/7/14 Heating/Ventilation /Air 
Conditioning



Germanshire ES (2258) 
3B

A/C MULTIPURPOSE RM 
& MAIN OFC AREA-BOTH 
NOT COOLING-PLANT 
MGR PEGUES 416-3733 
KLR

5/13/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

CHILLER IS IN ALARM
PLANT MGR-
PEGUES/416.3733

12/4/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

per Ms. Pegues 416-3733 
G407 is blowing cold air

12/9/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

HEAT CAFE AREA-NOT 
HEATING-PLANT MGR 
PEGUES 41603733 KLR

12/10/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU IS OVERHEATING 
IN RM-A305, & NOT 
HEATING IN RM-A304
PLANT MGR-
PEGUES/416.3733

12/11/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Monthly - Filter-
Germanshire Elementary - 
Refer to PM schedule 
details.

12/13/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU NOT HEATING IN 
CAFE, 
LIBRARY,TEACHERS' 
LOUNGE, & MAIN HALL.
PLANT MGR-
PEGUES/351.3216

12/13/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Check pump #6 will not 
reset

12/13/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU RM A305-NOT 
HEATING-PLANT MGR 
PEGUES 416-3733 KLR

12/18/13 Heating/Ventilation /Air 
Conditioning



Germanshire ES (2258) 
3B

HEAT RM G409-NOT 
HEATING-PLANT MGR 
PEGUES 416-3733 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Unit is NOT HEATING in 
ROOM G409 per Betty 
Pegues, Plant Mgr. 
416.3733

1/15/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU - RM G409  
BLOWING NOT HEATING 
PM/PIGUES 416-3733

1/21/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

per ms. pegues 416-3733 
rooms G409 and F409 and 
F414 blowing cold

1/22/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Yearly - WCC Filter-
Germanshire Elementary - 
Refer to PM schedule 
details.

1/24/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

UNITS NOT HEATING IN 
RM-A302,A301
PLANT MGR-
PEGUES/416.3733

1/28/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

per ms pegues 416-3733 
rooms A301 and A302 
blowing cold

1/29/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

HEAT RM E314-NOT 
HEATING-PLANT MGR 
PEGUES 416-3733 KLR

1/30/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

RTU NOT HEATING IN 
CAFE
PLANT MGR-
PEGUES/416.1980

2/3/14 Heating/Ventilation /Air 
Conditioning



Germanshire ES (2258) 
3B

per ms pegues 416-3733 
the cafeteria is not heating

2/4/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU - IN PRIN OFC - 
BLOWING COLD AIR -  
SHOWING 64 DEGREES 
PM/PEGUES 416-3733

2/10/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

CHILLER MECH RM-
MAKING LOUD NOISES-
PLANT MGR PEGUES 
416-3733 KLR

2/19/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Monthly - GERMANSHIRE 
ELEM LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU NOT COOLING IN 
RM-A305(187).
SBE-PEGUES/416-3733 

7/18/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

CHILLER NOT COMING 
ON (007) .
SBE-PEGUES/416-3733

7/22/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

C HAll air handler not 
working Equip# 079029
per Nettie Peggies 416-
3733

7/22/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

UNITS ARE NOT 
COOLING IN ON THE F 
HALL, MULTIPURPOSE, 
A305. SBE PEGUES 416-
3733 

7/29/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

UNITS ARE NOT IN RM A 
307 & 305,. SBE PEGUES 
416-3733

7/31/13 Heating/Ventilation /Air 
Conditioning



Germanshire ES (2258) 
3B

2-AHU NOT COOLING IN 
CAFE(134), MULTI-
PURPOSE RM(132).
PLANT MGR-
PEGUES/416.3733

8/1/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FTU D1-9 RM C200-NOT 
COOLING-SBE PEGUES 
416-3733 KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

AHU-D1 BOILER RM 
EQUIP RM SERVES RMS 
C200, C201, & C203-ALL 
NOT COOLING-SBE 
PEGUES 416-3733 KLR

8/5/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Room F401 not cooling 
per Betty Pegues 416-
3733

8/12/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Monthly - Filter-
Germanshire Elementary - 
Refer to PM schedule 
details.

8/16/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Room D312 too cold and 
the cafeteria a/c is not 
cooling per Betty Pegues 
416-3733

8/20/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

UV RM D305-NOT 
COOLING & MAKING 
NOISES-PLANT MGR 
PEGUES 416-3733 KLR

8/22/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU NOT COMING ON IN 
RM-D305 
PLANT MGR-
PEGUES/416.3733

8/26/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU NOT COOLING IN 
RM-B200
PLANT MGR-
PEGUES/416.3733

9/3/13 Heating/Ventilation /Air 
Conditioning



Germanshire ES (2258) 
3B

AHU CAFE-NOT 
COOLING-PLANT MGR 
PEGUES 416-3733 KLR

9/3/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Yearly - Oil Samples-
Germanshire Elementary - 
Refer to PM schedule 
details.

9/9/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

A/C RM C200-NOT 
COOLING-PLANT MGR 
PEGUES 416-3733 KLR

9/9/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Per Principal 

Not Cooling in Main 
corridor 

9/9/13 Hallway/Corridor Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

AHU in E hallway not 
cooling per betty pegues 
416-3733

9/10/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU NOT COOLING IN 
RM-B200
PLANT MGR-
PEGUES/416.3733

9/12/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU IS MAKING NOISE 
IN RM-F401.
PLANT MGR-
PEGUES/416.3733

10/16/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

no heat in cafeteria - not 
working per Betty Pegues 
416-3733

10/21/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

UNIT IS OVERHEATING 
(77) IN RM-E303
PLANT MGR-
PEGUES/351.3216

10/23/13 Heating/Ventilation /Air 
Conditioning



Germanshire ES (2258) 
3B

CHILLER IN ALARM-
PLANT MGR PEGUES 
416-3733 KLR

10/30/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

A/C RM E303-NOT 
COOLING-PLANT MGR 
PEGUES 416-3733 KLR

10/31/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU IS OVERHEATING 
(78)IN RM-G407.
PLANT MGR-
PEGUES/351.3216

11/4/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

A/C RM G405-BLOWING 
TOO COLD-PLANT MGR 
PEGUES 416-3733 KLR

11/6/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

chiller in alarm 11/7/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

FCU IS OVERHEATING 
(75)IN RM E303.
PLANT MGR-
PEGUES/416.3733

11/7/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

AHU#4 NOT HEATING IN 
CAFE
PLANT MGR-
PEGUES/416.3733

11/13/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

AHU MAIN HALL-NOT 
COOLING-PLANT MGR 
PEGUES 416-3733 KLR

6/9/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

CHILLER MECH RM-HAS 
SHUT DOWN-PLANT 
MGR PEGUES 416-3733 
KLR

4/28/14 Heating/Ventilation /Air 
Conditioning



Germanshire ES (2258) 
3B

Monthly - Oil Lube & Belt-
Germanshire Elem - Refer 
to PM schedule details.

4/14/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Monthly - Oil Lube & Belt-
Germanshire Elem - Refer 
to PM schedule details.

9/16/13 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

Yearly - Cooling Towers-
Germanshire Elem - Refer 
to PM schedule details.

3/15/14 Heating/Ventilation /Air 
Conditioning

Germanshire ES (2258) 
3B

The  ceiling  need to be 
plastered the paint is 
chipping and coming apart 
in this area.

12/2/13 Restroom (Girls) next to cafe Painting

Germanshire ES (2258) 
3B

The hallways and cafe 
lower walls need to be 
painted the panit is 
chipping in these areas.

12/3/13 1st Floor f and g hallways cafe  
annd 

Painting

Germanshire ES (2258) 
3B

The paint and plaster     is 
peeling from the ceiling 
and the bottom of the wall.

5/29/14 Restroom (Boys) next to cafe Painting

Germanshire ES (2258) 
3B

graffiti in girls restroom 
near cafe, boys restroom 
across from main office, 
boys/girls restrooms 330-
400 hallway and lockers 
across from boys restroom 
300 hall per Ms.Pegues 
416-1980

9/20/13 Painting

Germanshire ES (2258) 
3B

Please paint entrance 
gate.

7/16/13 Painting

Germanshire ES (2258) 
3B

The principal request ths 
hallway  to be painted.

10/22/13 1st Floor kk- hallway Painting



Germanshire ES (2258) 
3B

Replace broken sink, that 
fell from the wall. Urgent

4/21/14 Restroom (Boys) KK area-Room A307 Plumbing

Germanshire ES (2258) 
3B

SEWAGE IS BACKING 
UP IN CAFE.
PLANT MGR-
PEGUES/416.3733

4/24/14 Plumbing

Germanshire ES (2258) 
3B

The toilet will not flush in 
this area.

5/29/14 Kitchen staff resroom Plumbing

Germanshire ES (2258) 
3B

Test RP 5/30/14 Plumbing

Germanshire ES (2258) 
3B

The sink is stopped up in 
the classroom.

9/17/13 1st Floor c200 art room Plumbing

Germanshire ES (2258) 
3B

The tiolet seat need to be 
tighten up inside 
classroom.

9/17/13 1st Floor a307 Plumbing

Germanshire ES (2258) 
3B

Water leaking from air 
handler unit.

9/18/13 Plumbing

Germanshire ES (2258) 
3B

The sink is also stopped 
up in the science lab.

9/23/13 1st Floor c-201 Plumbing

Germanshire ES (2258) 
3B

2-COMPARTMENT SINK 
KITCHEN AREA-HOT 
WATER SIDE RUNNING 
AT FULL FORCE, CAN'T 
CUT OFF-PLANT MGR 
HOOKER 416-3733 KLR

3/28/14 Plumbing



Germanshire ES (2258) 
3B

The restroom in this 
classroom the kiddie tiolet 
seat need replacing the 
pervious is broken and 
missing.

4/2/14 1st Floor a-304 Plumbing

Germanshire ES (2258) 
3B

Install temporary chiller. 4/3/14 Plumbing

Germanshire ES (2258) 
3B

The third water fixture 
sometimes will not  turn it 
self off in a timely manner 
you have to continue push 
the knob then it .goes off.

4/7/14 1st Floor f-hallway near boys and 
girls rr

Plumbing

Germanshire ES (2258) 
3B

SEWAGE SMELL 
OUTSIDE DRAIN 
BACKING UP - 
PM/PIGUES 416-3733

4/9/14 Plumbing

Germanshire ES (2258) 
3B

The middle  urinal   had to 
be turned off because it 
continued to run after it 
was flushed.

4/29/14 Restroom (Boys) g-hallway Plumbing

Germanshire ES (2258) 
3B

The  hand sink the water 
continues to run.

5/7/14 1st Floor e -hallway Plumbing

Germanshire ES (2258) 
3B

3-COMPARTMENT SINK 
KITCHEN AREA-FAUCET 
RUNNING AT A STREAM, 
CAN'T CUT OFF-PLANT 
MGR PEGUES 416-3733 
KLR

5/9/14 Plumbing

Germanshire ES (2258) 
3B

The hand sink in this area 
has a faucet that had to be 
cut off it continued to run 
water as of now its out of 
order.

5/14/14 Restroom (Boys) e-hallway Plumbing

Germanshire ES (2258) 
3B

Three compartments WILL 
NOT TURN OFF in the 
KITCHEN per Ms. Pegues, 
Plant Mgr. 416.3733

5/16/14 Plumbing



Germanshire ES (2258) 
3B

The toilet seat is loose 
need tighten to secure 
properly

5/29/14 Restroom (Boys) a cross from Plant 
Mangers office

Plumbing

Germanshire ES (2258) 
3B

GAS SMELL IN CAFE, & 
MAIN HALL.
PLANT MGR-
PEGUES/416.3733

12/16/13 Plumbing

Germanshire ES (2258) 
3B

The hand sink is stopped 
up.

1/7/14 1st Floor teachers lounge Plumbing

Germanshire ES (2258) 
3B

The toilet is stopped up 
inside this classroom.

1/10/14 1st Floor a-309 Plumbing

Germanshire ES (2258) 
3B

the tiolet seat is broken off 
need replacing the old one 
is site.

1/15/14 Restroom (Girls) g-hallway Plumbing

Germanshire ES (2258) 
3B

per Ms. Pegues 416-3733 
in the kindergarten hall 
water heater is leaking

1/22/14 Plumbing

Germanshire ES (2258) 
3B

per Ms. pegues 416-3733 
sewer smell in the main 
hall area and cafeteria 

1/22/14 Plumbing

Germanshire ES (2258) 
3B

The fixture leaks when 
toilet is flushed causing 
the water to flood the floor.

2/19/14 Restroom (Boys) g hall Plumbing

Germanshire ES (2258) 
3B

The toilet seat is loose 
need to be tighten.

2/25/14 1st Floor kk-hall teachers restroom Plumbing



Germanshire ES (2258) 
3B

The toilet is leaking  from 
the fixture.

7/2/13 Kitchen restroom Plumbing

Germanshire ES (2258) 
3B

FLOOR DRAIN BACKING 
UP IN PUBLIC WOMEN'S 
RR MAIN HALL-SBE 
PEGUES 416-3733 KLR

8/6/13 Plumbing

Germanshire ES (2258) 
3B

A flush valve need 
replacing.

8/23/13 Restroom (Boys) a hall public across from 
teachers lounge

Plumbing

Germanshire ES (2258) 
3B

The water will not cut off it 
continues to run.

8/23/13 Restroom (Boys) HAND SINK on d hall Plumbing

Germanshire ES (2258) 
3B

The hand sink is broken. 
need replacing.

9/5/13 Restroom (Boys) g-hall hand sink Plumbing

Germanshire ES (2258) 
3B

The urinall      in the   boys 
restroom does not flush .            

10/1/13 Restroom (Boys) e-hall Plumbing

Germanshire ES (2258) 
3B

In this area the circle on 
top the plastic inside is 
worn out need replacing to 
stop the water from 
shooting from the sides 
when in use, 

10/8/13 Cafeteria mop sink custoial closet Plumbing

Germanshire ES (2258) 
3B

The tiolet seat need 
replacing the hinges are 
broken on the old one.

10/9/13 1st Floor men restroom in teachres 
lounge

Plumbing

Germanshire ES (2258) 
3B

The hand washing sink is 
stopped up.

10/15/13 Cafeteria kitchen Plumbing



Germanshire ES (2258) 
3B

The hand sink is stopped 
up.

10/15/13 Library teachers workroom Plumbing

Germanshire ES (2258) 
3B

The water fountain the 
sprout has beern broken 
off need to be replaced.

10/21/13 1st Floor e-hallway Plumbing

Germanshire ES (2258) 
3B

flooding is in this restroom 
the water is coming from 
the crack of the wall. 
causing an un safe 
environment for the 
students  a student fell.

10/22/13 Restroom (Boys) e-hallway Plumbing

Germanshire ES (2258) 
3B

The hand sink is stooped 
up.

11/4/13 Cafeteria near dish window in 
dingind room

Plumbing

Germanshire ES (2258) 
3B

The tiolet need to be 
replaced seat broken.

11/8/13 1st Floor main office men resroom Plumbing

Germanshire ES (2258) 
3B

These areas leaks when it  
rain  307 has a leak inside 
the storage closet  as well 
as the classroom.

1/7/14 1st Floor a307- a 302 Roof

Germanshire ES (2258) 
3B

The roof leaks insde the 
closet when it rains.

7/23/13 1st Floor mech closet in multi 
purpose rm

Roof

Germanshire ES (2258) 
3B

The classroom leaks when 
it rain causing an un safe 
environment water drips 
on floor.

10/16/13 1st Floor d-311 Roof

Germanshire ES (2258) 
3B

When it rain the water 
comes in from the wall 
flooding the the floor in the 
hallway.

10/16/13 1st Floor main hall near library Roof



Germanshire ES (2258) 
3B

This area continues to leak 
when it rains,need to be 
repaired.

11/5/13 1st Floor d-311 Roof

Germanshire ES (2258) 
3B

Classroom # G-405 birds 
in wall, Pest Control can 
hear birds, too high up, 
maybe a screen off of a 
vent,  need Maint. to help 
find how getting in.

5/14/14 Sheet Metal

Germanshire ES (2258) 
3B

Air Handler Unit in the 
MAIN OFFICE is NOT 
HEATING per Ms. Pigues, 
Plant Mgr. 416.3733

1/6/14 Sheet Metal

Germanshire ES (2258) 
3B

Check air flow in main 
office.

1/7/14 Sheet Metal



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Germantown ES (0105) 3B 3 15 44 48 4 21 8 5 148
Grand Total 3 15 44 48 4 21 8 5 148



Location Request Description Submittal Date Area Description Area Number Craft
Germantown ES (0105) 
3B

please replace worn & torn 
carpet (with tile) per 
principal's request (this is 
also a trip hazard) 

8/21/13 Administration Area office Asbestos

Germantown ES (0105) 
3B

there is about 30 floor tiles 
coming up & loose (east 
entrance annex) 

2/12/14 Hallway/Corridor east entrance Asbestos

Germantown ES (0105) 
3B

the principal wants new 
1/2 carpets installed in 
rooms #127 & #128 for 
new kindergarden 
classrooms

6/17/14 Classroom annex 127&128 Asbestos

Germantown ES (0105) 
3B

the principal wants the 
front counter moved 

8/13/13 Administration Area main/office Carpentry

Germantown ES (0105) 
3B

please remove  station 
stand & sections and also 
reattach to wall

8/13/13 Administration Area main/office Carpentry

Germantown ES (0105) 
3B

please remove front 
counter (for tile 
installment)

10/2/13 Administration Area main office Carpentry

Germantown ES (0105) 
3B

under pending on portable 
#119 has been blown off

11/6/13 Portables #119 Carpentry

Germantown ES (0105) 
3B

portable #113 door is not 
closing properly

1/27/14 Portables P#113 Carpentry



Germantown ES (0105) 
3B

door closure needs 
adjusting cafe entrance 
(southwest side)

2/4/14 Hallway/Corridor cafe/hallways Carpentry

Germantown ES (0105) 
3B

there's about 11 broken 
tiles in portable #119

2/5/14 Portables #119 Carpentry

Germantown ES (0105) 
3B

portable under covering 
has blow off portable 
please reattach #119

3/31/14 Portables #119 Carpentry

Germantown ES (0105) 
3B

please repair under 
covering on P# 118

4/2/14 Portables #118 Carpentry

Germantown ES (0105) 
3B

please mount ply-wood to 
east wall for marble tiles

4/3/14 Cafeteria east wall Carpentry

Germantown ES (0105) 
3B

door knob is broken off 
cannot reattach k-6 

4/16/14 Classroom k-6 Carpentry

Germantown ES (0105) 
3B

repair broken glass in 
room 149

7/16/13 Carpentry

Germantown ES (0105) 
3B

please help remove 
awning (per fire marshal)

4/22/14 cafeteria Carpentry

Germantown ES (0105) 
3B

back door (northside) is 
not closing

8/1/13 Hallway/Corridor back entrance Carpentry



Germantown ES (0105) 
3B

coat rack is coming off the 
wall

8/1/13 Classroom #169 Carpentry

Germantown ES (0105) 
3B

please disconnect 
mounted wall socket from 
counter top back to wall

8/8/13 Administration Area office Electrical

Germantown ES (0105) 
3B

emergency light out front 
entrance

8/9/13 Hallway/Corridor front entrance Electrical

Germantown ES (0105) 
3B

ballast out in #142  (office) 8/21/13 Administration Area assist principal/office Electrical

Germantown ES (0105) 
3B

there are 3 ballast out in 
P#118

9/11/13 Portables #118 Electrical

Germantown ES (0105) 
3B

4 parking lot light are out 9/26/13 Parking Lot front Electrical

Germantown ES (0105) 
3B

1 porch light is out (front 
entrance)

9/26/13 front entrance Electrical

Germantown ES (0105) 
3B

1 porch light is out (back 
entrance)

9/26/13 back entrance Electrical

Germantown ES (0105) 
3B

emergency light is out 
(annex) by rm #129

10/4/13 Hallway/Corridor east end Electrical



Germantown ES (0105) 
3B

2 exit lights are out 10/4/13 Hallway/Corridor west end /annex Electrical

Germantown ES (0105) 
3B

i need 10 porch lights 
#10257

10/24/13 Custodial plantmanager/office Electrical

Germantown ES (0105) 
3B

i need 8 pole lights #10458 10/24/13 Custodial plantmanager/office Electrical

Germantown ES (0105) 
3B

Reset time clocks on 
outdoor lights.

11/5/13 Electrical

Germantown ES (0105) 
3B

please repair faulty light 
switch in k-6

11/6/13 Classroom annex/k6 Electrical

Germantown ES (0105) 
3B

Verify data base in burglar 
alarm panel.

11/6/13 Electrical

Germantown ES (0105) 
3B

2 lights out on the front 
entrance porch

11/7/13 front entrance Electrical

Germantown ES (0105) 
3B

please repair 2 outside 
lights back entrance

11/7/13 back entrance Electrical

Germantown ES (0105) 
3B

alarm panel showing 
trouble with portable #115

11/19/13 Portables #115 Electrical



Germantown ES (0105) 
3B

please repair alarm in 
P#115 (system fault)

11/20/13 Electrical

Germantown ES (0105) 
3B

Battery bad in portable. 11/26/13 Electrical

Germantown ES (0105) 
3B

50 bulbs 100 watts 
(10360) 

11/26/13 Administration Area plantmanager/office Electrical

Germantown ES (0105) 
3B

GCA states that P#110 
indicates trouble cannot 
set alarm please repair 
ASAP

12/17/13 Portables #110 Electrical

Germantown ES (0105) 
3B

please replace porch light 12/20/13 Hallway/Corridor northeast/entrance Electrical

Germantown ES (0105) 
3B

please replace wall light 12/20/13 Hallway/Corridor northwest/entrance Electrical

Germantown ES (0105) 
3B

2 parking lot lights are out 1/13/14 Parking Lot north Electrical

Germantown ES (0105) 
3B

street light is out  
(northeast entrance)

1/13/14 Parking Lot northeast/entrance Electrical

Germantown ES (0105) 
3B

there's a bad fault with 
P#115 & #117 ( alarm 
cannot be set) 

1/23/14 Portables #115/ #117 Electrical



Germantown ES (0105) 
3B

the intercom system is not 
working (school bell also) 
please repair ASAP

1/23/14 Administration Area front entrance/office Electrical

Germantown ES (0105) 
3B

portable #115 is show a 
fault again (GCA can't set 
alarm)

1/29/14 Portables #115 Electrical

Germantown ES (0105) 
3B

ballast out in portable#21 2/3/14 Portables #21 Electrical

Germantown ES (0105) 
3B

trouble with the supply 
charger (please repair)

3/4/14 Administration Area office Electrical

Germantown ES (0105) 
3B

trouble with P#114 (GCA 
can't set alarm)

4/1/14 Portables #114 Electrical

Germantown ES (0105) 
3B

emergency light out in 
P#112

4/3/14 Portables #112 Electrical

Germantown ES (0105) 
3B

exit light out in P#116 4/3/14 Portables P#116 Electrical

Germantown ES (0105) 
3B

exit light is out in P#111 4/3/14 Portables P#111 Electrical

Germantown ES (0105) 
3B

exit light is out in P#115 4/3/14 Portables P#115 Electrical



Germantown ES (0105) 
3B

exit light is out in P#114 4/3/14 Portables P#114 Electrical

Germantown ES (0105) 
3B

emergency light is out in 
P#114

4/3/14 Portables P#114 Electrical

Germantown ES (0105) 
3B

exit light is out in P#118 4/3/14 Portables P#118 Electrical

Germantown ES (0105) 
3B

exit light is out in P#119 4/3/14 Portables P#119 Electrical

Germantown ES (0105) 
3B

exit light is out in east hall 
by room#129

4/3/14 Portables annex Electrical

Germantown ES (0105) 
3B

clock is not resetting north 
hall

4/7/14 Hallway/Corridor Electrical

Germantown ES (0105) 
3B

Check junction box for 
moister.

4/17/14 Electrical

Germantown ES (0105) 
3B

2 ballast are out in girl's 
hallway (gym)

7/23/13 Hallway/Corridor girl's/dressing room Electrical

Germantown ES (0105) 
3B

Fire Alarm wiring for the 
portables (SLC and NAC) 
circuits needs to be 
completely replaced using 
aqua-seal cable. This has 
been done before and 
should be done this time 
without any outside 

4/21/14 Electrical



Germantown ES (0105) 
3B

pm for cafe unit 8/8/13 Cafeteria Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

return not pulling correct 8/8/13 Administration Area office Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

the entire wing is out 2 
grade hall

8/12/13 Classroom 2nd grade wing Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

P#113 is not cooling 8/12/13 Portables #113/147 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

a/c unit is not coming on 
#132

8/22/13 Classroom annex Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit #173 is not cooling 8/23/13 Classroom #173 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

Room 166 not cooling 8/26/13 Room 166 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit #173 is not cooling 9/10/13 Classroom #173 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

warm air is blowing in 
bookkeeper office

9/12/13 Administration Area bookkeeper/ office Heating/Ventilation /Air 
Conditioning



Germantown ES (0105) 
3B

Reset all units after power 
failure

10/7/13 Whole building Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

MODULE 5 (DO 4) IS OFF 
LINE

10/21/13 EMS Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit not coming on (sr1 & 
sr2)

11/26/13 Classroom sr1 & sr2 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

hall unit not coming on 11/26/13 Hallway/Corridor northwest hall Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

no heat in gym (unit not 
coming on)

1/6/14 Gym gym Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit is running, not heating 1/7/14 Portables #113/147 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit is running not heating 
#115

1/7/14 Portables 115 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

PM portables 1/8/14 Portables Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

4 classrooms has no heat 
#169 - #172

1/29/14 Classroom northeast Heating/Ventilation /Air 
Conditioning



Germantown ES (0105) 
3B

please checkout P#113 
(portable not warm)

1/29/14 Portables #113 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

classroom #163- #165 has 
no heat

2/3/14 Classroom south west #165 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit for classrooms #170- 
#173 is not working

2/3/14 Classroom northeast Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit for classrooms #170 -
173 is not coming on (no 
heat)

2/7/14 Classroom northeast Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit is not coming on 2/14/14 Classroom #165 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit #159 is not coming on 2/19/14 Classroom #159 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit not coming on #159 2/25/14 Classroom #159 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

check no heat 2/26/14 Rm 172 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

no heat in rooms k-5 - k-8 2/26/14 Classroom annex k-6 Heating/Ventilation /Air 
Conditioning



Germantown ES (0105) 
3B

no heat 3/6/14 Classroom #165 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

no heat 3/6/14 Classroom #172 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

no heat 3/6/14 Classroom #149 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

Service kitchen unit 3/11/14 Kitchen Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

Repair heat in rm 171 3/20/14 Rm 171 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

PM portables 7/10/13 portables Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit #166 is not coming on 4/28/14 Classroom #166 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit #165 is not coming on 4/28/14 Classroom #165 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

a/c unit for classrooms 
#166,167, & 168

5/8/14 Classroom south east Heating/Ventilation /Air 
Conditioning



Germantown ES (0105) 
3B

a/c unit for classrooms 
#166,167 & 168 is not 
coming on

5/8/14 Classroom south east Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

Change filters on whole 
school

5/21/14 Whole school Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

kitchen unit is not coming 
on

8/5/13 Kitchen kitchen Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit #166 is not coming on 8/5/13 Classroom #166 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit is not coming on (no 
power)

7/24/13 Kitchen Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit is not cooling #149 7/24/13 Classroom #149 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

Repair A/C in kitchen 7/10/13 Kitchen Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

Repair A/C on hallway 400 7/10/13 Hallway 400 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

Steamer out 7/10/13 kitchen Heating/Ventilation /Air 
Conditioning



Germantown ES (0105) 
3B

there's a water leaking 
(girl's dressing room) i 
think a/c unit frozen

7/17/13 Restroom (Girls) girl's/dressing room Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

unit is not coming on in 
#166

7/18/13 Classroom #166 Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

please check out all unit 
power was cut off, (some 
of the unit may have trip)

7/18/13 Classroom all/unit Heating/Ventilation /Air 
Conditioning

Germantown ES (0105) 
3B

please paint entrance & 
outside doors

3/31/14 Hallway/Corridor Painting

Germantown ES (0105) 
3B

please touch-up hallways 
walls throughout both 
buildings

3/31/14 Hallway/Corridor Painting

Germantown ES (0105) 
3B

please paint all 
classrooms doors that's 
needed both buildings 

4/14/14 Hallway/Corridor classrooms Painting

Germantown ES (0105) 
3B

paint office complex 6/30/14 Painting

Germantown ES (0105) 
3B

toilet won't flush (girl's 
restroom) last stall

10/24/13 Restroom (Girls) northwest hall Plumbing

Germantown ES (0105) 
3B

please reattach loose 
fixture to urinal  (boys) 
across classroom #2

11/8/13 Restroom (Boys) front hall Plumbing



Germantown ES (0105) 
3B

toilet in ladies restroom 
keeps running when 
flushed

11/26/13 Restroom (Girls) teacher's lounge Plumbing

Germantown ES (0105) 
3B

urinal is leaking & not 
draining good (boys)

12/2/13 Restroom (Boys) northwest hall  Plumbing

Germantown ES (0105) 
3B

I have a drain back up by 
the steam table and milk 
box. When water is let out 
of the steam table the 
water will still be standing.

12/9/13 Cafeteria Plumbing

Germantown ES (0105) 
3B

please repair leaking toilet 
girl's restroom (2nd stall)

12/17/13 Restroom (Girls) gym restroom Plumbing

Germantown ES (0105) 
3B

ladies restroom toilet 
keeps running & flushing 
when used

1/8/14 Administration Area teacher's lounge Plumbing

Germantown ES (0105) 
3B

Repair leaking toilet in the 
gym.

1/8/14 Plumbing

Germantown ES (0105) 
3B

urinal keeps running when 
flush

1/10/14 Restroom (Boys) northwest/boys Plumbing

Germantown ES (0105) 
3B

2 urinals is clogged up 1/24/14 Restroom (Boys) annex/boys Plumbing

Germantown ES (0105) 
3B

last stall toilet will not flush 
(girl's ) 

3/17/14 Restroom (Girls) gym Plumbing



Germantown ES (0105) 
3B

toilet is leaking from 
handle (girl's restroom)

3/21/14 Restroom (Girls) northeast Plumbing

Germantown ES (0105) 
3B

Sewer stopped up. 4/2/14 Plumbing

Germantown ES (0105) 
3B

water fountain keeps 
sticking (staying on) 

4/2/14 Hallway/Corridor southend Plumbing

Germantown ES (0105) 
3B

urinal is clogged up (gym) 4/15/14 Restroom (Boys) gym Plumbing

Germantown ES (0105) 
3B

ladies restroom toilet 
keeps running (lounge)

4/15/14 Restroom (Girls) lounge Plumbing

Germantown ES (0105) 
3B

water fountain handle is 
sticking & keeps running 
(can't shut off)

4/30/14 Restroom (Boys) annex/boys Plumbing

Germantown ES (0105) 
3B

please replace broken 
toilet in principal's office

6/10/14 Administration Area principal's office Plumbing

Germantown ES (0105) 
3B

sink is leaking in 
classroom #151

6/10/14 Classroom #151 Plumbing

Germantown ES (0105) 
3B

urinal not flushing 6/10/14 Restroom (Boys) northeast Plumbing



Germantown ES (0105) 
3B

Please assist Holmes 
Services with the cleaning 
of grease traps.

8/1/13 Plumbing

Germantown ES (0105) 
3B

roof leaking in assist 
principal's office #142

8/13/13 Administration Area assist principal/office Roof

Germantown ES (0105) 
3B

roof is leaking in office 
#143

9/23/13 Administration Area assist principal/office Roof

Germantown ES (0105) 
3B

roof leak in principal's 
office

9/24/13 Administration Area principal office Roof

Germantown ES (0105) 
3B

there is a leak in 
southwest hallway (by the 
clock)

9/30/13 Hallway/Corridor southwest/hallway Roof

Germantown ES (0105) 
3B

there is also a roof leak in 
southeast hallway

9/30/13 Hallway/Corridor southeast/hallway Roof

Germantown ES (0105) 
3B

there is a roof leak in 
plantmanager's office

9/30/13 Roof

Germantown ES (0105) 
3B

assist principal office was 
flooded this morning (roof 
leak) #143

9/30/13 Administration Area assist principal office Roof

Germantown ES (0105) 
3B

roof is leaking in girl's 
restroom (gym)

3/17/14 Restroom (Girls) gym Roof



Germantown ES (0105) 
3B

please replace missing 
gate post to (pre-school 
play area)

11/1/13 Grounds playground Sheet Metal

Germantown ES (0105) 
3B

Make metal extension for 
inducer housing

2/3/14 Big gym unit Sheet Metal

Germantown ES (0105) 
3B

Help Scott Halliburton with 
under pining of portable.

4/14/14 Sheet Metal

Germantown ES (0105) 
3B

please replace drain gutter 
on P#111

5/9/14 Portables #111 Sheet Metal

Germantown ES (0105) 
3B

Remove gates 4/21/14 Sheet Metal



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Germantown HS (0110) 3B 6 48 138 125 17 111 23 13 481
Grand Total 6 48 138 125 17 111 23 13 481



Location Request Description Submittal Date Area Description Area Number Craft
Germantown HS (0110) 
3B

remove 12x12 asbestos 
tile.

6/4/14 1st Floor 103-105 Asbestos

Germantown HS (0110) 
3B

Floor tiles need replacing 
MA-building tripping 
hazard

1/6/14 MA-building 1st flr Asbestos

Germantown HS (0110) 
3B

Tiles need replacing 2nd 
floor tripping hazards

1/7/14 MA building 2nd floor Asbestos

Germantown HS (0110) 
3B

Tile coming up in MA-
building with possible 
asbestos under layered 
tile. 

1/8/14 MA-building Asbestos

Germantown HS (0110) 
3B

floor tile need replacing in 
cafeteria front of unit
  

1/9/14 cafeteria Asbestos

Germantown HS (0110) 
3B

please refinish the gym 
floor, floor is starting to 
flake and needs refinish 
for the upcoming 
basketball season

9/18/13 Gym Asbestos

Germantown HS (0110) 
3B

Please replace ceiling tile 
in stairway of A-building 
don't have ladder tall 
enough to reach ceiling. 
Thanks

2/21/14 Stairway A-building Carpentry

Germantown HS (0110) 
3B

Please replace ceiling tile 
in principals office.

2/24/14 M-Principals office Carpentry



Germantown HS (0110) 
3B

Please replace door closer 
1st flr south door 
slamming disturbing 
classes(have 
disconnected closer)

2/25/14 1st Floor MA-south exit door Carpentry

Germantown HS (0110) 
3B

Side door to V-building will 
not close completely 
without pushing closed.

8/6/13 V-building Carpentry

Germantown HS (0110) 
3B

Roll down bar key need 
replacing on rear door 

8/6/13 2nd Floor B-building Carpentry

Germantown HS (0110) 
3B

Stall door peace is missing 
in girls restroom where 
door cant be closed 
securely please replace 

1/16/14 Restroom (Girls) V-gym Carpentry

Germantown HS (0110) 
3B

There is an broken window 
that need replacing.

6/23/14 1st Floor a-bldg rm103 Carpentry

Germantown HS (0110) 
3B

The classroom doors are 
dragging the floor hard to 
close.

6/25/14 1st Floor A108 and 110 Carpentry

Germantown HS (0110) 
3B

Door will not secure 
completely M-gym storage 
room.

1/16/14 Gym M-gym storage door Carpentry

Germantown HS (0110) 
3B

Please deliver 4 bundles 
of 2910a ceiling tiles 
please

3/31/14 storage Carpentry

Germantown HS (0110) 
3B

Need 4 roll down keys for 
panic bars

4/10/14 Plant manager Carpentry



Germantown HS (0110) 
3B

Door latch broken on exit 
door 

5/13/14 Gym V-gym Carpentry

Germantown HS (0110) 
3B

Board need replacing on 
bleachers and railing.

5/28/14 V-gym bleachers Carpentry

Germantown HS (0110) 
3B

Rear doors of V-gym will 
not close properly per Fire 
Marshall

5/28/14 V-gym Carpentry

Germantown HS (0110) 
3B

Take out all cabinets and 
tables to make a regular 
classroom in science lab 
over cafeteria

6/2/14 Carpentry

Germantown HS (0110) 
3B

Two stall doors need 
replacing in restroom

1/22/14 Restroom (Boys) A-building 2nd flr Carpentry

Germantown HS (0110) 
3B

1 stall door need replacing 
in C-building

1/22/14 Restroom (Boys) C-building 2nd flr Carpentry

Germantown HS (0110) 
3B

Door will not open/close 
properly to classroom

2/4/14 Classroom B201 Carpentry

Germantown HS (0110) 
3B

A plague was donated to 
GHS in tribute to 
MS.Fisher a Guidance 
counselor who passed 
suddenly over 50 yrs of 
dedication please hang 

2/5/14 Guidance office Carpentry

Germantown HS (0110) 
3B

Glass broken in V-gym  
please replace

2/5/14 Gym V-gym lobby Carpentry



Germantown HS (0110) 
3B

Tile need replacing under 
water fountain along 
hallway 

2/11/14 MA 2nd flr Carpentry

Germantown HS (0110) 
3B

Please repair wall below 
mop sink

2/18/14 Custodial Closet V-building Carpentry

Germantown HS (0110) 
3B

Corner wall need repairing 
hazard

12/12/13 Classroom B205 Carpentry

Germantown HS (0110) 
3B

Roll down bar is stripped 
on panic bar front of V-
building stairwell door 
please replace

12/13/13 Stairway V-building Carpentry

Germantown HS (0110) 
3B

Broken window in scene 
shop (old woodshop) 

12/17/13 A-building Carpentry

Germantown HS (0110) 
3B

Please hang boys and 
girls basketball banners in 
V -gym

12/23/13 Gym v-gym Carpentry

Germantown HS (0110) 
3B

Ceiling tile grids need 
repairing in boys restroom 

1/2/14 1st Floor Boys restroom Carpentry

Germantown HS (0110) 
3B

Door handle broken 
please repair

11/6/13 Restroom (Girls) MA-building 2nd flr. Carpentry

Germantown HS (0110) 
3B

Please rehang Flag in V-
gym flag is falling from 
ballast

11/12/13 Gym V-gym Carpentry



Germantown HS (0110) 
3B

Door handle need 
attention, hard to open 
from inside classroom

8/21/13 A202 Carpentry

Germantown HS (0110) 
3B

Glass Window shattered 
(tempered) in room V100 
computer room  please 
repair as soon as possible. 
thanks

7/15/13 Classroom V100 Carpentry

Germantown HS (0110) 
3B

Flush bolts broken need 
replacing on auditorium 
door

8/28/13 Auditorium C-building Carpentry

Germantown HS (0110) 
3B

Please install mullion in 
front entrance door to M

8/29/13 M-building Carpentry

Germantown HS (0110) 
3B

North door bar not opening 
completely please repair

8/30/13 1st Floor A-building Carpentry

Germantown HS (0110) 
3B

Stall door needs replacing 9/9/13 Restroom (Boys) V-gym Carpentry

Germantown HS (0110) 
3B

Panic bar sticking want roll 
down completely locking 
door

9/11/13 2nd Floor B-building Carpentry

Germantown HS (0110) 
3B

Broken window in V-gym 
lobby

9/11/13 Gym v-gym lobby Carpentry

Germantown HS (0110) 
3B

Please repair holes in 
walls studio area

9/19/13 TV-Studio Carpentry



Germantown HS (0110) 
3B

Door handle come off to 
door of girls restroom 
causing students to remain 
trapped in restroom please 
repair as soon as possible.

9/23/13 Restroom (Girls) A-building Carpentry

Germantown HS (0110) 
3B

Please fill holes  under 
sink where mice are 
entering

10/4/13 Kitchen A-building Carpentry

Germantown HS (0110) 
3B

Please replace threshold 
plate in cafeteria rear door 
tripping hazard.

10/4/13 Kitchen A-building Carpentry

Germantown HS (0110) 
3B

Please repair ceiling in 
girls restroom over 2nd 
stall

10/4/13 Restroom (Boys) C-building 1st flr Carpentry

Germantown HS (0110) 
3B

Please re-caulk window on 
west hallway

10/8/13 Hallway/Corridor M-building Carpentry

Germantown HS (0110) 
3B

Broken window in b-office 10/10/13 1st Floor b-building Carpentry

Germantown HS (0110) 
3B

Please replace broken 
cafeteria tables bench seat 
(color grey) 

8/21/13 Cafeteria A-building Carpentry

Germantown HS (0110) 
3B

Requesting that the 
plexiglass that has been 
used to repair the front 
windows in the varsity gym 
be replaced with glass to 
match the rest of the front. 
There is discoloration in 
the plexiglass and makes 

7/16/13 Carpentry

Germantown HS (0110) 
3B

The letter C need 
replacing on C-building 
wind blew off and broke in 
pieces.

2/21/14 C-building Carpentry



Germantown HS (0110) 
3B

Please replace  20 broken 
stairwell treads in these 
buildings.

12/3/13 Shop, V,C,A-Building Carpentry

Germantown HS (0110) 
3B

Need electrician to remove 
conduit from wall in old 
science labs on second 
floor.  

6/17/14 Electrical

Germantown HS (0110) 
3B

South bleachers will not go 
in completely

2/21/14 Gym V-gym Electrical

Germantown HS (0110) 
3B

Ventilation fan not working 
in B100

8/7/13 Classroom B100 Lab Electrical

Germantown HS (0110) 
3B

Please check outlets and 
breakers in V-building 
cosmetology room. 
Constantly tripping

8/7/13 2nd Floor V-building Electrical

Germantown HS (0110) 
3B

Please check outlets and 
breakers in V-building 
cosmetology room. 
Constantly tripping and 
burning smell.

8/7/13 2nd Floor V-building Electrical

Germantown HS (0110) 
3B

Need to change alarm 
code on security alarm 
and clear old entries .

8/9/13 Plant manager Electrical

Germantown HS (0110) 
3B

M OFC AREA-A/C NOT 
COMING ON-SBE JONES 
756-2350 KLR

8/12/13 Electrical

Germantown HS (0110) 
3B

Low voltage to freezer. 8/13/13 Electrical



Germantown HS (0110) 
3B

Unit is making noise in 
main office c-bldg.
Plant Mgr-
Springfield/3359236

6/18/14 Electrical

Germantown HS (0110) 
3B

The exhaust fans are not 
working in the restrooms.

6/25/14 1st Floor B-bldg 1st and 2nd flr Electrical

Germantown HS (0110) 
3B

220 outlet not working in 
metal shop

1/17/14 Metal shop Electrical

Germantown HS (0110) 
3B

Ventilator fan not working 
in metal shop

1/17/14 metal shop Electrical

Germantown HS (0110) 
3B

Several lights out on 
buildings please replace 
see plant manager for 
specific locations.

3/19/14 C, A, B-buildings Electrical

Germantown HS (0110) 
3B

Please change ballast in 
Plant manager office

3/19/14 B-office Electrical

Germantown HS (0110) 
3B

Battery trouble is showing 
on security panel

3/24/14 campus Electrical

Germantown HS (0110) 
3B

Timer not working for lights 
on C-building please repair

3/27/14 C-building Electrical

Germantown HS (0110) 
3B

Please program new alarm 
codes in system for new 
Assistant Principals.

3/31/14 campus Electrical



Germantown HS (0110) 
3B

Bad ballast in hallway 
outside of girls restroom

4/2/14 Hallway/Corridor B-building 1 st flr. Electrical

Germantown HS (0110) 
3B

Bad ballast in electrical 
room of V201

4/4/14 Classroom V201 Electrical

Germantown HS (0110) 
3B

Bad ballast in V207 Home 
Eco. pantry storage

4/7/14 V207 Electrical

Germantown HS (0110) 
3B

Check out room 202B for 
motion. Johnson reported 
a false alarm.

4/7/14 Electrical

Germantown HS (0110) 
3B

2 Ballast need replacing in 
boys dressing room of 
band

4/8/14 Band room boys Electrical

Germantown HS (0110) 
3B

Exhaust fan making loud 
noise outside principals 
office A-building please 
repair

4/14/14 A-building 1st flr Electrical

Germantown HS (0110) 
3B

Bad ballast in girls 
restroom 2nd flr. 

4/15/14 Restroom (Girls) C-building 2nd flr. Electrical

Germantown HS (0110) 
3B

3 Emergency lights
3 Exit lights

5/9/14 A-building Electrical

Germantown HS (0110) 
3B

2 Emergency lights not 
working in B-building

5/9/14 B-building Electrical



Germantown HS (0110) 
3B

2 junction box covers need 
replacing in boys locker 
room

5/9/14 V-gym Electrical

Germantown HS (0110) 
3B

1 exit sign not working in V-
gym 

5/9/14 Gym V-gym Electrical

Germantown HS (0110) 
3B

 exit and emergency lights 
not working in Shop

5/9/14 shop Electrical

Germantown HS (0110) 
3B

2 emergency light and 1 
exit light not working in V-
building

5/9/14 V-building Electrical

Germantown HS (0110) 
3B

3 exit lights not working 1 
emergency light not 
working

5/9/14 C-building Electrical

Germantown HS (0110) 
3B

2 emergency lights and 2 
exit lights not working in 
MA

5/9/14 MA-building Electrical

Germantown HS (0110) 
3B

Junction box cover need 
replacing

5/14/14 A-building costume room Electrical

Germantown HS (0110) 
3B

Replace broken 
emergency light back 
stage

5/14/14 C-building theatre Electrical

Germantown HS (0110) 
3B

Replace disconnect and 
wire on portable

5/28/14 Portable Electrical



Germantown HS (0110) 
3B

Electrical wire to portable 
has burned into, away 
from disconnect. Please 
repair

5/29/14 Portables 051 portable Electrical

Germantown HS (0110) 
3B

Remove electrical from 
science labs over cafeteria 
so they can be turned into 
regular classrooms

5/29/14 Electrical

Germantown HS (0110) 
3B

cut off/remove and fill 
sleeves in floor of science 
labs over cafeteria so floor 
tile can be patched

6/6/14 Electrical

Germantown HS (0110) 
3B

Replace the batteries in 
eight exit lights.

1/22/14 Electrical

Germantown HS (0110) 
3B

Light not working in 
hallway 1st flr. (Ballast)

1/23/14 B-building 1st flr Electrical

Germantown HS (0110) 
3B

Exhaust fan broken need 
repairing in concession 
stand 

2/19/14 Concession Stand Baseball field Electrical

Germantown HS (0110) 
3B

Please replace ballast in 
cafeteria center aisle

12/3/13 Cafeteria A-building Electrical

Germantown HS (0110) 
3B

Bad ballast in restroom 
already replaced bulbs

12/9/13 Restroom (Boys) B-building 1st flr Electrical

Germantown HS (0110) 
3B

Heat not working in 
concession stand water 
heater room at the 
baseball field.

12/10/13 Red Devil Field Electrical



Germantown HS (0110) 
3B

Door magnet not working 
on 2nd flr.V-building

12/12/13 2nd Floor V-building Electrical

Germantown HS (0110) 
3B

Repair ballast in the boys 
restroom.

12/13/13 Electrical

Germantown HS (0110) 
3B

Ballast need replacing in 
hallway of B-building

12/17/13 Hallway/Corridor B-building 1st flr. Electrical

Germantown HS (0110) 
3B

Outside building lights on 
south side of C-building 
not working 

12/19/13 C-building Electrical

Germantown HS (0110) 
3B

Contactor on the pump in 
the boiler room will not pull 
in.

1/9/14 Electrical

Germantown HS (0110) 
3B

Bad ballast in both 
elevators please replace

1/13/14 Elevator V,A-building Electrical

Germantown HS (0110) 
3B

Emergency light in 
stairway constantly on.

1/16/14 Stairway B-building Electrical

Germantown HS (0110) 
3B

Emergency light hallway 
outside B104

10/22/13 1st Floor B-building Electrical

Germantown HS (0110) 
3B

Emergency light hallway 
outside A102

10/22/13 1st Floor A-building Electrical



Germantown HS (0110) 
3B

Emergency light hallway 
outside A106

10/22/13 1st Floor A-building Electrical

Germantown HS (0110) 
3B

Cafeteria lobby emergency 
light outside elevtor

10/22/13 Cafeteria A-building Electrical

Germantown HS (0110) 
3B

Emergency light 3rd pole 
in cafeteria 

10/22/13 Cafeteria A-building Electrical

Germantown HS (0110) 
3B

Emergency light stairwell 
rear

10/22/13 1st Floor V-building rear Electrical

Germantown HS (0110) 
3B

Emergency light back 
hallway

10/22/13 2nd Floor V-building Electrical

Germantown HS (0110) 
3B

Emergency light not 
working outside V206

10/22/13 2nd Floor V-building Electrical

Germantown HS (0110) 
3B

Emergency light out near 
rear exit

10/23/13 2nd Floor V-building Electrical

Germantown HS (0110) 
3B

Emergency light out 
hallway outside room 
V211,V201,V203

10/23/13 2nd Floor V-building Electrical

Germantown HS (0110) 
3B

Emergency light not 
working stairwell front on 
the middle landing

10/23/13 2nd Floor Stairwell Electrical



Germantown HS (0110) 
3B

Emergency light  lobby not 
working

10/23/13 1st Floor Guidance office Electrical

Germantown HS (0110) 
3B

Emergency light over 
serving line, and Hot box

10/23/13 Kitchen A-building Electrical

Germantown HS (0110) 
3B

Emergency light not 
working in  front of 
classrooms 128,209,210,

10/23/13 MA-building Electrical

Germantown HS (0110) 
3B

Emergency light not 
working in library and 
reference library,

10/23/13 M-building Electrical

Germantown HS (0110) 
3B

3 lights not working on 
Shop building

10/25/13 S-building Electrical

Germantown HS (0110) 
3B

2 lights not working on B-
building 

10/25/13 B-building Electrical

Germantown HS (0110) 
3B

2 exit lights not working 
2nd flr B-building

10/26/13 Electrical

Germantown HS (0110) 
3B

Stairwell in front of room 
A217 Exit light not working

10/26/13 Stairway A-building Electrical

Germantown HS (0110) 
3B

Exit light 2 nd flr lobby not 
working

10/26/13 A-building 2nd flr. Electrical



Germantown HS (0110) 
3B

Exit light rear door 2nd flr 
not working

10/26/13 2nd Floor A-building Electrical

Germantown HS (0110) 
3B

Exit light across from A107 
not working

10/26/13 1st Floor A-building Electrical

Germantown HS (0110) 
3B

Front stairwell stairwell exit 
light not working

10/26/13 V-building Electrical

Germantown HS (0110) 
3B

Rear exit light by T.V 
studio not working

10/26/13 V-building rear exit Electrical

Germantown HS (0110) 
3B

Exit light back hallway not 
working

10/26/13 2nd Floor V-building Electrical

Germantown HS (0110) 
3B

Exit light hallway by room 
204,207,V202 not working

10/26/13 2nd Floor V-building Electrical

Germantown HS (0110) 
3B

Exit light not working in 
Guidance

10/26/13 Guidance Electrical

Germantown HS (0110) 
3B

kitchen office and rear 
door exit light not working.

10/26/13 Kitchen A-building Electrical

Germantown HS (0110) 
3B

Exit light front room 
125,132 not working

10/26/13 1st Floor MA-building Electrical



Germantown HS (0110) 
3B

Exit light M100 not working 10/26/13 M-building Electrical

Germantown HS (0110) 
3B

Light not working on 
corner of A-building SE 
corner

10/28/13 A-building Electrical

Germantown HS (0110) 
3B

Key pad power is signaling 
trouble

10/29/13 1st Floor C-building Electrical

Germantown HS (0110) 
3B

Verify data base in burglar 
alarm panel.

11/1/13 Studio Electrical

Germantown HS (0110) 
3B

Place tag on breaker box 
in c building.

11/5/13 Electrical

Germantown HS (0110) 
3B

Place tag on breaker box 
in A building.

11/5/13 Electrical

Germantown HS (0110) 
3B

Place tag on breaker box 
in B building.

11/5/13 Electrical

Germantown HS (0110) 
3B

Place tag on breaker box 
in M building.

11/5/13 Electrical

Germantown HS (0110) 
3B

Place tag on breaker box 
in A building.

11/5/13 Electrical



Germantown HS (0110) 
3B

Reset time clocks on 
outdoor lights.

11/5/13 Electrical

Germantown HS (0110) 
3B

Intercom, and bells not 
working 

11/5/13 campus Electrical

Germantown HS (0110) 
3B

Please secure wire 
hanging from portable

11/7/13 Portables 051 Electrical

Germantown HS (0110) 
3B

intercom is down. 11/7/13 Electrical

Germantown HS (0110) 
3B

electrical heater not 
working in ceiling of locker 
room rear gym outside 
wrestling locker room

11/13/13 Gym V-gym Electrical

Germantown HS (0110) 
3B

Bad ballast in cafeteria 
light not working

11/22/13 Electrical

Germantown HS (0110) 
3B

Light switch need 
replacing in shop office

8/15/13 2nd Floor shop Electrical

Germantown HS (0110) 
3B

Please change bulbs 
underneath bleachers on 
football field

8/20/13 Athletic Field Bleachers Electrical

Germantown HS (0110) 
3B

V-building has power 
issues lights are flickering 
some classrooms no lights

8/20/13 V-building Electrical



Germantown HS (0110) 
3B

Per Earvin Jones 756-
2350 - B200 and control 
room in TV studio a/c are 
not working

8/21/13 Electrical

Germantown HS (0110) 
3B

Air compressor not 
working in wood shop

8/21/13 Machine Shop Shop Electrical

Germantown HS (0110) 
3B

Repair lights out in C 
building..

7/19/13 Electrical

Germantown HS (0110) 
3B

Repair the kitchen vent a 
hood.

7/19/13 Electrical

Germantown HS (0110) 
3B

Exhaust fan making noise 
in boys restroom 2nd flr. 

7/22/13 2nd Floor B-building boys restroom Electrical

Germantown HS (0110) 
3B

Repair burn't wires on 
upstairs AHU in "M" Annex

7/23/13 "M" Annex AHU Electrical

Germantown HS (0110) 
3B

Light not working in 
hallway (ballast)

7/23/13 Hallway/Corridor C-building Electrical

Germantown HS (0110) 
3B

Please run Test. Generator 
Level 2 Facilities
ETSS annual load test
NFPA 110

7/11/13 Electrical

Germantown HS (0110) 
3B

Wire the water heater in 
the varsity gym.

7/11/13 Electrical



Germantown HS (0110) 
3B

Check belts to the vent-a-
hood. 

7/12/13 Electrical

Germantown HS (0110) 
3B

Repair two lights out in B 
building.

7/15/13 Electrical

Germantown HS (0110) 
3B

Urgent test and turn in by 
7/29/2013. Retest 
Generator.

7/24/13 Electrical

Germantown HS (0110) 
3B

Make a detailed drawing of 
the lights on the football 
fields. Also show switch 
gear location and mark the 
lights that are out. Give the 
Wattage and lamp size.

7/24/13 Electrical

Germantown HS (0110) 
3B

Urgent test and turn in by 
7/29/2013. Retest 
Generator.

7/25/13 Electrical

Germantown HS (0110) 
3B

Exit signs not working on 
both ends of hallways 

7/29/13 1st Floor A-building Electrical

Germantown HS (0110) 
3B

Emergency light not 
working in front of A110

7/29/13 1st Floor A-building Electrical

Germantown HS (0110) 
3B

Emergency light out 
across from A215

7/29/13 2nd Floor A-building Electrical

Germantown HS (0110) 
3B

Exit lights out on both 
ends of cafeteria

7/29/13 Cafeteria A-building Electrical



Germantown HS (0110) 
3B

Exit sign out in front of 
MA125

7/29/13 1st Floor MA125 Electrical

Germantown HS (0110) 
3B

Emergency light out 
across from room MA129

7/29/13 1st Floor MA-Building Electrical

Germantown HS (0110) 
3B

Exit sign out in front of 
M100

7/29/13 1st Floor M-Building Electrical

Germantown HS (0110) 
3B

Exit sign out at front 
entrance

7/29/13 1st Floor M-building Electrical

Germantown HS (0110) 
3B

Emergency light out over 
door of room M103

7/29/13 1st Floor M-building Electrical

Germantown HS (0110) 
3B

Exit sign out North 
entrance

7/29/13 1st Floor M-building Electrical

Germantown HS (0110) 
3B

Light switch in coaches 
office not working please 
replace

8/22/13 fieldhouse Electrical

Germantown HS (0110) 
3B

Bad ballast in principals 
restroom

8/29/13 B-building office Electrical

Germantown HS (0110) 
3B

Please replace bulb 
outside of band room wall 
as soon as possible 
parents unable to see 
student 

8/29/13 c-building Electrical



Germantown HS (0110) 
3B

exhaust fans in wood shop 
not working.

9/9/13 Machine Shop wood shop Electrical

Germantown HS (0110) 
3B

Please change bulbs on 
stairwell of A-building

9/11/13 A-building Electrical

Germantown HS (0110) 
3B

Bad ballast in hallway of B- 
Building

9/11/13 1st Floor b-building Electrical

Germantown HS (0110) 
3B

Outlet broken in press box 
please repair

9/17/13 Athletic Field Press box Electrical

Germantown HS (0110) 
3B

Exhaust fan making noise 
in boys restroom 2nd flr. 

9/24/13 2nd Floor B-building boys restroom Electrical

Germantown HS (0110) 
3B

Please replace ballast 
under stairwell east

9/26/13 Hallway/Corridor C-1st flr. Electrical

Germantown HS (0110) 
3B

Electrical burning smell C-
building 1st flr

9/26/13 1st Floor C-1st. flr Electrical

Germantown HS (0110) 
3B

P.A system is making a 
loud humming sound when 
on please check wiring.

10/1/13 Gym V-gym Electrical

Germantown HS (0110) 
3B

Check for lights out on the 
football field and replace 
any that are out.

7/11/13 Electrical



Germantown HS (0110) 
3B

Install lights on MA-
building.

7/11/13 Electrical

Germantown HS (0110) 
3B

FIRE ALARM SHOWING 
TROUBLE
PLANT MGR-
SPRINGFIELD/335.9236

6/20/14 Electrical

Germantown HS (0110) 
3B

Air compressor blowing oil 
(power shut off)

10/21/13 Wood shop Electrical

Germantown HS (0110) 
3B

The alarm system keep 
going off ,indicating card 
11 low  battery voltage .

6/18/14 1st Floor c-office Electrical

Germantown HS (0110) 
3B

The over flow pan under 
hvac unit is stopped up.

6/10/14 1st Floor tv station control room Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Daily - Germantown High 
Level 1 Water Treatment - 
Refer to PM schedule 
details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in B103 7/30/13 B103 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

UNIT NOT COOLING IN 
AUDIT. 
PLANT MGR-
JOHNSON/759.3012

8/7/13 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

C222 and B104 not 
cooling per Earvin Jones 
756-2363

8/9/13 Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

C BLDG ENTIRE 2ND 
FLR-NOT COOLING-SBE 
JONES 756-2350 KLR

8/12/13 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C IN RM A202 2ND FLR-
NOT COOLING-SBE 
JONES 756-2350 KLR

8/12/13 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C IN PORT 051-
LEAKING-SBE JONES 
756-2350 KLR

8/12/13 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C UNIT is NOT 
COOLING in FINANCIAL 
SECRETARY'S OFFICE 
and CONFERENCE 
ROOM per Kent 
Springfield, Plant Mgr. 
756.2300

6/25/14 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Daily - Germantown High 
Level 1 Water Treatment - 
Refer to PM schedule 
details.

3/14/14 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Check boiler in "B" building 3/20/14 "B" building boiler Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not cooling in A-office 4/1/14 A-office Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

one of the units will not 
work in the cafeteria 
please repair

4/1/14 Cafeteria A-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Chiller not working to cool 
down M-building

4/2/14 M-building Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

A/C not working in 
classroom V206

4/2/14 Classroom V206 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in library. 4/2/14 Library Library Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Classrooms are very warm 
78 degrees but hallways 
are cool in C-building 2nd 
floor

4/2/14 C-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in 
classrooms

4/2/14 Classroom V209,V210 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in B200 4/3/14 B200 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Both units cooling 
Guidance office doesn't 
work 

4/4/14 Guidance office Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Daily - Germantown High 
Level 1 Water Treatment - 
Refer to PM schedule 
details.

4/11/14 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in B101 4/11/14 Classroom B101 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Replace compressor in 
print shop

4/14/14 print shop Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

Replace compressor in 
print shop

4/14/14 print shop Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Replace compressor in V 
209

4/14/14 V 209 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Replace condensor mototr 
on print shop unit

4/17/14 Print shop Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Wash Aaon on varsity gym 
locker room Aaon

4/25/14 Varsity Gym locker rooms Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Work on "M" Annex 
damper motors

4/30/14 "M" Annex Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Monthly - GERMANTOWN 
HIGH LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

5/2/14 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not blowing correctly 
from vents

5/7/14 C-building 2nd flr Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not cooling in MA 
building

5/8/14 MA- 2nd flr Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Daily - Germantown High 
Level 1 Water Treatment - 
Refer to PM schedule 
details.

5/9/14 Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

A/C not working in kitchen 5/9/14 Kitchen A-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in shop 
classroom upstairs

5/13/14 shop Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C in front of classroom 
not working

5/13/14 Classroom B104 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Water coming from A/C in 
portable running on the 
floor (shut unit off moved 
class).

5/21/14 Portables 051 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in 
guidance

5/23/14 guidance office Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Replace compressor in 
guidance office

5/28/14 Guidance Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

No A/C in portable 5/28/14 portable Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Clean hot water coils for 
every room in "C" building

5/29/14 "C" building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

repair a/c in wrestling room 6/3/14 Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

Please help adjust heat in 
hallway of M-building 
(back Hallway) Too hot

1/21/14 Hallway/Corridor M-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in these 
classrooms please repair

1/21/14 C223,C224 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in locker 
room of fieldhouse

1/22/14 fieldhouse locker room Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

heater not working in 
weight room 

1/24/14 fieldhouse weight room Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in locker 
rooms

1/27/14 Gym V-gym locker room Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heater making loud noise 
in classroom under 
bleachers in V-gym

1/27/14 Classroom V-gym class room Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heats not working in Vice 
Principals office in 
Guidance.

2/4/14 Guidance office Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

No Heat in classroom 
B101, Blowing cold air

2/7/14 Classroom B101 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A.C.T Saturday (2/15) 
please program heat to 
run in these areas from 
5am to 1pm. Thank you.

2/14/14 MA, B-office, Guidance Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

Heater not working in boys 
restroom

12/9/13 fieldhouse Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in band 
room

12/9/13 band room Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in V-
building 2nd flr

12/9/13 2nd Floor V-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in B205 12/10/13 Classroom B205 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heater not working in M-
gym

12/11/13 M-gym Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Complaints buildings aren't 
warm enough 

12/11/13 C, MA-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Classroom is really cool 
students complaining 
checked thermostat and 
damper 

12/12/13 Classroom MA211 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Special needs room Heat 
not working M109

12/12/13 Classroom M109 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in M-gym 12/17/13 Gym M-gym Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

Heat not working in B205 12/17/13 Classroom B205 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

 building is cool average 
45 degrees out of vents 
boiler constantly shutting 
off.

1/6/14 B-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

BOILER MECH RM-
KEEPS SHUTTING 
DOWN-PLANT MGR 
JONES 756-2350 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heats not blowing in 
classroom to keep 
temperature 50 degrees

1/6/14 2nd Floor MA207 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Furnace in locker room at 
fieldhouse making noise.

1/6/14 Fieldhouse Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Pump not working to 
principals office in A-
building.(Leaking also)!

1/7/14 A-building boiler room Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in 
Special needs room M109

1/7/14 Classroom M109 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in B200 1/8/14 Classroom B200 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

No heat in MA211 1/8/14 Classroom MA211 Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

2 pumps not working in A-
building rooms are cold

1/8/14 A-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in locker 
in M-gym 

1/9/14 Gym M-gym Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in B104 1/15/14 Classroom B104 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in 
portable

10/25/13 Portables 051 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Replace chilled water 
leaving sensor

10/31/13 "M" chiller Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in M-
building

11/1/13 M-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Service units in "M" and 
"V" gym

11/5/13 "M" & "V" Gym Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Boiler not working in B-
building

11/7/13 B-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Blower fan making loud 
noise in B203.

11/7/13 Classroom B203 Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

PM unit ventilators in "A" 
and "B" building

11/8/13 "A" & "B" building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in M 109 
special needs room

11/12/13 Classroom M109 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in boys 
locker room

11/12/13 V-gym locker room Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

2 heaters not working in M-
gym

11/13/13 Auxiliary Gym M-gym Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Damper motor not working 
in classroom M120

11/15/13 Classroom M120 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heats not working in V210 11/26/13 2nd Floor V210 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heats not working in V201 11/26/13 2nd Floor V201 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Heat not working in V209 11/26/13 2nd Floor V209 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Display on (2) thermostats 
in weight room are blank 
please check 

8/19/13 Fieldhouse Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

A/C unit still leaking water 
from unit in cafeteria right 
corner

8/20/13 Cafeteria A-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Per Earvin Jones 756-
2350 V207 and A202, 
Make Up Room and 
Production Room not 
cooling

8/21/13 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

2-UNITS NOT COMING 
ON IN RM-V210,V207
PLANT MGR-
JOHNSON/759.3013

8/21/13 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

M105 C.D.C room A/C not 
cooling properly.

8/2/13 Classroom M-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Hot water pump in " C " 
building noisey

7/18/13 " C " building mechanical Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

AHU NOT COOLING 
THRU ENTIRE 2ND FLR
PLANT MGR-
JONES/759.3013

8/23/13 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Boiler not working in MA 8/26/13 MA-Boiler Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Circulation water pump to 
MA-building not working

8/26/13 MA-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

All Classrooms are warm 
but hallway is cool please 
check

8/26/13 2nd Floor C-building Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

fan not turning on portable 
unit (shut power off).

8/27/13 Portables portable 051 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Really strong odor coming 
from unit that controls first 
floor, causing odor to enter 
building. (shut unit down 
until inspected )

8/29/13 1st Floor C-Building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Please check duct work in 
this classroom no air flow 
classroom very warm

9/3/13 Classroom MA211 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C IN RM A106-NOT 
COMING ON-PLANT 
MGR JONES 756-2350 
KLR

9/3/13 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in outer 
office of Guidance

9/6/13 Guidance office Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

PM A/C units on "M" and 
"M" Annex

9/9/13 "M" and "M"Annex Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C RM B104 & MA BLDG-
BOTH NOT COOLING-
PLANT MGR JONES 756-
2350 KLR

9/11/13 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Principals office A/C not 
working 

10/1/13 A-office Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

THE EMS WILL NOT 
RELOAD PROPERLY - 
SOME OF THE INPUTS 
WILL NOT RESPOND 
PROPERLY - ISSUES 
WITH THE RELOAD

10/1/13 EMS Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

A/C not working in 
concession

10/3/13 Concession Stand Baseball concession Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Pump chemical in all 
closed loops systems

10/3/13 All closed loops Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working breaker 
keeps tripping

10/21/13 Portables 051 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in B101 7/30/13 Classroom B101 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working B204 7/30/13 Classroom B204 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in B100 7/30/13 Classroom B100 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C unit in cafeteria isn't 
working

7/18/13 Cafeteria cafeteria Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in weight 
room of field house

7/18/13 fieldhouse locker room Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Replace bad Condensing 
unit 

7/1/13 Rm 207 Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

A/C leaking in classroom 
B204 please repair

7/16/13 Classroom B204 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C leaking water unto 
floor in cafeteria Thanks

7/16/13 Cafeteria A-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in locker 
room of fieldhouse

7/17/13 Fieldhouse Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not cooling, Thanks 7/17/13 2nd Floor C-building Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Roof leak M-gym boys 
locker room

7/18/13 Gym M-gym Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in 
teachers lounge M-
building

8/5/13 M-building lounge Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in 
classroom A216

8/5/13 Classroom A216 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in studio 
control room

7/24/13 T.V. studio Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not working in B101 7/22/13 Classroom B101 Heating/Ventilation /Air 
Conditioning



Germantown HS (0110) 
3B

A/C not working in special 
needs classroom M109

7/31/13 1st Floor M-building M109 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

A/C not cooling in C219 7/31/13 2nd Floor C219 Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Guidance office not 
cooling

8/6/13 1st Floor Guidance office Heating/Ventilation /Air 
Conditioning

Germantown HS (0110) 
3B

Please paint under 
entrance walkway to M-
building 

8/13/13 M-Building Painting

Germantown HS (0110) 
3B

Safety lines need to be 
painted around equipment 
in these vocational 
classes. Request is Per 
Director 

1/17/14 Metal shop/wood shop Painting

Germantown HS (0110) 
3B

Please paint walls in M-
gym please

3/6/14 M-gym Painting

Germantown HS (0110) 
3B

Metal across entrance to 
buildings become very 
slippery when wet if 
possible please apply grip 
paint or texture tape to the 
metal Hazard.

8/5/13 Between Band A Painting

Germantown HS (0110) 
3B

Patch holes in block wall 
where cabinets were 
removed in the science 
labs over the cafeteria and 
paint

6/6/14 Painting

Germantown HS (0110) 
3B

Graffiti over the weekend 
need outside doors 
painted on these buildings 
and steps

4/28/14 M,M-gym and MA-Building Painting



Germantown HS (0110) 
3B

GRAFFITI ON M-GYM 
DOORS- WALLS, M-
BLDG DOORS- WALLS 
OUTSIDE, & M-ANNEX 
DOORS- WALLS 
OUTSIDE
PLANT MGR-
JONES/759.3012

4/28/14 Painting

Germantown HS (0110) 
3B

Please paint V-gym doors 
(graffiti over the weekend)

5/12/14 Gym V-gym Painting

Germantown HS (0110) 
3B

Please paint 3 stall doors.   
Black

1/24/14 Painting

Germantown HS (0110) 
3B

Please paint boys 
restrooms please Hosting 
Open House 1/16/14 

12/17/13 Restroom (Boys) V-building 1st and 2nd flr. Painting

Germantown HS (0110) 
3B

Please paint interior doors, 
hosting Open House 1/16

12/17/13 C,A,MA Painting

Germantown HS (0110) 
3B

Please paint boys 
restroom M-gym

1/1/14 Restroom (Boys) M-gym Painting

Germantown HS (0110) 
3B

Please repair the plaster 
ceiling over the second 
stall in girls restroom.

10/28/13 C Building 1st floor Painting

Germantown HS (0110) 
3B

Please paint (4)wooden 
basketball back boards in 
V-gym 

9/23/13 Gym V-gym Painting

Germantown HS (0110) 
3B

Please paint pipes located 
behind steamer ovens and 
work station legs  (rusty in 
appearance) per cafeteria 
area manager).

8/2/13 Kitchen A-building Painting



Germantown HS (0110) 
3B

We are requesting that our 
outfield wall be repainted 
at the baseball field. 

10/14/13 Athletic Field Baseball Field Painting

Germantown HS (0110) 
3B

Please paint  back wall of 
baseball field, was painted 
because of graffiti but only 
painted half. Parents 
complaining about the two 
tone appearance.

10/14/13 Athletic Field Baseball field Painting

Germantown HS (0110) 
3B

A/C TV STATION V BLDG-
LEAKING IN CEILING-
PLANT MGR 
SPRINGFIELD 335-9236 
KLR

6/11/14 Plumbing

Germantown HS (0110) 
3B

The sprinkler head is 
leaking and need to be 
repaired soon. Thanks

6/17/14 Athletic Field football practice field Plumbing

Germantown HS (0110) 
3B

Toilet constantly running in 
faculty restroom

8/7/13 1st Floor C-building faculty Plumbing

Germantown HS (0110) 
3B

Please repair faucet in 
teachers lounge

8/7/13 C-building Plumbing

Germantown HS (0110) 
3B

Please replace broken 
toilet seat

8/7/13 Restroom (Boys) B-building 1st flr Plumbing

Germantown HS (0110) 
3B

Faucet leaking water from 
top in lab

8/8/13 1st Floor A107 Plumbing

Germantown HS (0110) 
3B

Sprinkler on the practice 
field leaking.

6/9/14 Plumbing



Germantown HS (0110) 
3B

The hallways on the first 
and second floor has a 
very strong sewage smell.

6/18/14 1st Floor B-Bldg. Plumbing

Germantown HS (0110) 
3B

FLOOR DRAIN 
BASEMENT BOILER RM-
BACKING UP WATER-
PLANT MGR 
SPRINGFIELD 335-9236 
KLR

6/20/14 Plumbing

Germantown HS (0110) 
3B

WATER LEAKING FROM 
WALL BEHIND ELECT 
PANEL A BLDG 1ST FLR 
OUTSIDE RM 108-PLANT 
MGR SPRINGFIELD 335-
9236 KLR

6/30/14 Plumbing

Germantown HS (0110) 
3B

 Repair water main 6/30/14 Plumbing

Germantown HS (0110) 
3B

Valve leaking on mop sink 
in M-gym

3/17/14 Gym M-gym Plumbing

Germantown HS (0110) 
3B

Turn water on to the 
baseball field.

3/18/14 Plumbing

Germantown HS (0110) 
3B

Turn water on to the 
softball field.

3/18/14 Plumbing

Germantown HS (0110) 
3B

Need a material list for 
taking out science labs 
and converting to 
classrooms

3/19/14 Plumbing

Germantown HS (0110) 
3B

Urinal constantly over 
flowing 1st flr  please 
repair

3/20/14 1st Floor C-building Plumbing



Germantown HS (0110) 
3B

Please repair leaking 
faucet in make-up room 
please

3/21/14 2nd Floor C-building Plumbing

Germantown HS (0110) 
3B

Sink leaking in boys rest 
room M-building please 
repair

3/28/14 Restroom (Boys) M-building Plumbing

Germantown HS (0110) 
3B

Sink need to be reset in 
boys rest room 

3/28/14 Restroom (Boys) M-building Plumbing

Germantown HS (0110) 
3B

Water fountain has a 
burning smell coming from 
compressor. Shut off 
power supply to fountain.

3/31/14 Hallway/Corridor M-building Plumbing

Germantown HS (0110) 
3B

Toilet seat broken need 
replacing in boys restroom

4/1/14 2nd Floor V-building Plumbing

Germantown HS (0110) 
3B

Toilet clogged tried 
plunging in locker room

4/1/14 Gym M-gym locker room Plumbing

Germantown HS (0110) 
3B

Turn on water to football 
sprinkler system.

4/7/14 Plumbing

Germantown HS (0110) 
3B

Please replace broken 
seat cover boys 2nd flr

4/8/14 Restroom (Boys) B-building 2nd flr Plumbing

Germantown HS (0110) 
3B

Water leak in custodial 
closet in M-gym

4/10/14 Gym M-gym custodial closet Plumbing



Germantown HS (0110) 
3B

Toilet seat need replacing 
in girls restroom

4/25/14 Restroom (Girls) B-building 1st flr Plumbing

Germantown HS (0110) 
3B

leaking sprinkler on 
football field need 
repairing (north)

4/30/14 Athletic Field Football field Plumbing

Germantown HS (0110) 
3B

controllers valve leaking 
causing sprinkler to run 
(shut water supply off)

5/12/14 Athletic Field football field Plumbing

Germantown HS (0110) 
3B

Clogged urinal boys 
restroom across from 
lounge

5/13/14 Restroom (Boys) A-building 1st floor Plumbing

Germantown HS (0110) 
3B

Sprinkler leaking on 
practice field

5/19/14 Athletic Field practice field Plumbing

Germantown HS (0110) 
3B

Sprinkler leaking on 
football field

5/20/14 football field Plumbing

Germantown HS (0110) 
3B

Remove all plumbing and 
cap off in 2 science labs 
over cafeteria

5/28/14 Plumbing

Germantown HS (0110) 
3B

Urinal leaking in fieldhouse 
locker room

1/21/14 Fieldhouse locker room Plumbing

Germantown HS (0110) 
3B

Toilet leaking when flushed 
back hallway girls 
restroom

1/21/14 Restroom (Girls) M-building back hallway Plumbing



Germantown HS (0110) 
3B

2 water fountains broken 
in fieldhouse

1/21/14 Fieldhouse Plumbing

Germantown HS (0110) 
3B

Clogged toilet on 1st flr 
rear exit

1/21/14 Restroom (Boys) A-building Plumbing

Germantown HS (0110) 
3B

Toilet want clogged tried 
plunging in boys locker 
room

1/21/14 Restroom (Boys) V-gym locker room Plumbing

Germantown HS (0110) 
3B

Urinal clogged  (far left) 1/23/14 Restroom (Boys) C-building 2nd flr Plumbing

Germantown HS (0110) 
3B

Water backing up in child 
care laundry room

2/3/14 Classroom V101-childcare Plumbing

Germantown HS (0110) 
3B

Disposal in child care not 
working and leaking.

2/4/14 Classroom V 101 child care Plumbing

Germantown HS (0110) 
3B

Toilet leaking when flushed 
(shut supply off)

2/10/14 Restroom (Boys) C-building 1st flr Plumbing

Germantown HS (0110) 
3B

Unstop & video Sewer 2/12/14 Plumbing

Germantown HS (0110) 
3B

Urinal leaking in the 
fieldhouse restroom

12/3/13 fieldhouse Plumbing



Germantown HS (0110) 
3B

Two sinks broken in boys 
restroom Leaking water 
unto floor please repair

12/5/13 Restroom (Boys) -gym Plumbing

Germantown HS (0110) 
3B

Pipe leaking hot water 
from water heater

12/9/13 Concession Stand V-gym Plumbing

Germantown HS (0110) 
3B

Sink leaking in boys 
restroom 

12/10/13 Restroom (Boys) C-building 2nd flr. Plumbing

Germantown HS (0110) 
3B

Please repair pipe that 
was pulled apart in 
hallway. 

12/16/13 A-building 1st floor west Plumbing

Germantown HS (0110) 
3B

Sink leaking from bottom 
in restroom

1/6/14 Restroom (Boys) C-building 1st flr. Plumbing

Germantown HS (0110) 
3B

Mop sink leaking from 
supply line in closet of M-
gym

1/8/14 Gym M-gym Plumbing

Germantown HS (0110) 
3B

Toilet leaking when flushed 
in boys restroom MA

1/14/14 Restroom (Boys) MA 1st flr Plumbing

Germantown HS (0110) 
3B

Pipe leaking water in 
hallway outside room A107

10/29/13 Hallway/Corridor hallway A107 Plumbing

Germantown HS (0110) 
3B

Toilet leaking in front 
hallway boys restroom

10/30/13 Restroom (Boys) M-building front hall Plumbing



Germantown HS (0110) 
3B

Teachers lounge in V-
building sink is leaking

11/1/13 v-building teachers lounge Plumbing

Germantown HS (0110) 
3B

Hot water not working at 
fieldhouse

11/4/13 fieldhouse Plumbing

Germantown HS (0110) 
3B

No gas to labs. 11/7/13 Plumbing

Germantown HS (0110) 
3B

sink holding water in 
lounge and Principals 
restroom connected

11/8/13 B-teachers lounge Plumbing

Germantown HS (0110) 
3B

Clogged urinal in locker 
room  

11/12/13 v-gym biys locker room Plumbing

Germantown HS (0110) 
3B

Slow draining toilet in boys 
locker room 

11/12/13 v-gym Plumbing

Germantown HS (0110) 
3B

Toilet broken causing 
water to spray out of 
connection shut water 
supply off front hallway

11/14/13 Restroom (Boys) M buildinf front hallway Plumbing

Germantown HS (0110) 
3B

Toilet broken causing 
water to spray out of 
connection shut water 
supply off front hallway

11/14/13 Restroom (Boys) M buildinf front hallway Plumbing

Germantown HS (0110) 
3B

Check heat in concession 
and restrooms at devils 
field.

11/15/13 Plumbing



Germantown HS (0110) 
3B

Toilet seat broken need 
replacing

11/26/13 Restroom (Boys) V-gym lobby Plumbing

Germantown HS (0110) 
3B

Winterize football sprinkler 
system.

11/26/13 Plumbing

Germantown HS (0110) 
3B

Winterize baseball 
sprinkler system.

11/26/13 Plumbing

Germantown HS (0110) 
3B

Winterize softball sprinkler 
system.

11/26/13 Plumbing

Germantown HS (0110) 
3B

Please replace broken 
toilet seat 3rd stall

11/27/13 Restroom (Boys) MA-2nd flr Plumbing

Germantown HS (0110) 
3B

Dishwasher leaking water  
please check

8/13/13 Kitchen A-building Plumbing

Germantown HS (0110) 
3B

Urinal leaking from behind 
in restroom shop

8/13/13 Shop Plumbing

Germantown HS (0110) 
3B

Urinal continues to flush 
on rear hall.

8/14/13 Restroom (Boys) M-building Plumbing

Germantown HS (0110) 
3B

Clogged sink in art room 8/15/13 1st Floor A110 Plumbing



Germantown HS (0110) 
3B

Clogged sink in art room 8/15/13 Classroom A110 Plumbing

Germantown HS (0110) 
3B

Dishwasher holding water  
(clogged) in kitchen

8/15/13 Cafeteria A-building Plumbing

Germantown HS (0110) 
3B

Clogged urinal  (1st as you 
enter)

8/16/13 Restroom (Boys) C-building 2nd flr Plumbing

Germantown HS (0110) 
3B

Clogged sink in art room 
V103

8/19/13 Classroom V103 Plumbing

Germantown HS (0110) 
3B

Clogged garbage disposal 8/21/13 Cafeteria A-building Plumbing

Germantown HS (0110) 
3B

MA two urinals stopped 
up.

7/19/13 Plumbing

Germantown HS (0110) 
3B

C building  Repair sloan 
valves..

7/19/13 Plumbing

Germantown HS (0110) 
3B

C building  Repair faucet 
in teachers lounge.

7/19/13 Plumbing

Germantown HS (0110) 
3B

Faucet need tightening on 
sink in lab B104

7/22/13 Classroom B104 Plumbing



Germantown HS (0110) 
3B

Faucet need tightening in 
B201 lab

7/22/13 Classroom B201 Plumbing

Germantown HS (0110) 
3B

Please assist Holmes 
Services with the cleaning 
of grease traps.

8/1/13 Plumbing

Germantown HS (0110) 
3B

Toilet flooding tried 
plunging 

8/5/13 Restroom (Boys) Shop Plumbing

Germantown HS (0110) 
3B

Replace the water heater 
in the gym concession.

7/11/13 Plumbing

Germantown HS (0110) 
3B

Basement flooded in B 
building.

7/12/13 Plumbing

Germantown HS (0110) 
3B

V 204 Faucet leaking. 7/16/13 Plumbing

Germantown HS (0110) 
3B

Boiler room flooded again 
in B-building

7/29/13 B-building boiler room Plumbing

Germantown HS (0110) 
3B

Pipe leaking in boiler room 7/30/13 B-boiler room Plumbing

Germantown HS (0110) 
3B

Water fountain leaking 
outside of A111

9/3/13 Hallway/Corridor A-building Plumbing



Germantown HS (0110) 
3B

South wall spicket leaking 
on metal shop.

9/4/13 Metal shop (ouytside) Plumbing

Germantown HS (0110) 
3B

Toilet leaking back hallway 
M-building girls restroom

9/4/13 Restroom (Girls) M-building Plumbing

Germantown HS (0110) 
3B

Water fountain leaking in 
hallway 2nd floor by girls 
restroom

9/5/13 2nd Floor MA-BUILDING Plumbing

Germantown HS (0110) 
3B

Toilet flooding in faculty 
restroom, tried plunging 
closed restroom

9/9/13 Guidance Plumbing

Germantown HS (0110) 
3B

Water fountain leaking in 
hallway of building

9/10/13 1st Floor A-building Plumbing

Germantown HS (0110) 
3B

Hose Bibb leaking on shop 9/10/13 Machine Shop shop Plumbing

Germantown HS (0110) 
3B

Toilet continue to flush 
shut water off 

9/11/13 M-office principal Plumbing

Germantown HS (0110) 
3B

Clogged toilet in locker 
room 

9/11/13 Restroom (Boys) V-gym Plumbing

Germantown HS (0110) 
3B

clogged toilet in girls 
locker room band room

9/11/13 Restroom (Girls) C-building band room Plumbing



Germantown HS (0110) 
3B

Clogged toilet in boys rest 
room across from A106

9/11/13 1st Floor A-building Plumbing

Germantown HS (0110) 
3B

Toilet flooding in Office 
shut off water

9/12/13 guidance office Plumbing

Germantown HS (0110) 
3B

Water fountain leaking by 
girls restroom

9/25/13 Hallway/Corridor MA-2nd flr Plumbing

Germantown HS (0110) 
3B

Water fountain leaking  9/26/13 MA-1st flr Plumbing

Germantown HS (0110) 
3B

Toilet continue to flush 
tried shutting off water 
supply couldn't

10/2/13 2nd Floor MA -Building Plumbing

Germantown HS (0110) 
3B

Toilet in girls restroom 
leaking water when 
flushed

10/4/13 Gym M-gym Plumbing

Germantown HS (0110) 
3B

Leaking toilet  2nd stall 
shut water supply off 

10/4/13 Restroom (Girls) C-building 2nd flr. Plumbing

Germantown HS (0110) 
3B

Toilet in guidance clogged 
tried snaking, and plunging

10/4/13 Guidance office Plumbing

Germantown HS (0110) 
3B

Sprinkler leaking on 
football field (North end)

10/15/13 Athletic Field football field Plumbing



Germantown HS (0110) 
3B

Toilet seat need replacing 
in boys restroom front hall 
middle stall

10/17/13 Restroom (Boys) M-Building Plumbing

Germantown HS (0110) 
3B

Toilet leaking first stall 
water shut off

10/18/13 Restroom (Boys) M-building  front hall Plumbing

Germantown HS (0110) 
3B

Bulbs need replacing in 
the stairwell.

7/11/13 Plumbing

Germantown HS (0110) 
3B

Parents complaining of no 
Hot water in front 
boys/girls restrooms in V-
gym

1/16/14 Gym V-gym Plumbing

Germantown HS (0110) 
3B

No hot water in V-gym 
parents complaining of 
safety issues 

1/16/14 Gym V-gym Plumbing

Germantown HS (0110) 
3B

Roof drain over classroom 
is leaking need repairing.

6/17/14 2nd Floor ma/209 Roof

Germantown HS (0110) 
3B

Roof leaking in Auditorium 
back wall behind seats

3/4/14 Auditorium C-building Roof

Germantown HS (0110) 
3B

Roof leaking in V206,204 3/5/14 Classroom V206 Roof

Germantown HS (0110) 
3B

Roof leak in B201 8/6/13 Basketball Court B-building Roof



Germantown HS (0110) 
3B

Roof leak in tv station 
control room.

6/10/14 1st Floor tv station area Roof

Germantown HS (0110) 
3B

Roof leak in classroom 
north corner wall.

6/10/14 1st Floor c-141 Roof

Germantown HS (0110) 
3B

Roof leaking serving line 
cafeteria

3/6/14 Cafeteria A-building Roof

Germantown HS (0110) 
3B

Roof leaking in principals 
office M-building

3/6/14 M-building Roof

Germantown HS (0110) 
3B

Roof leaking in M-gym 
closet, locker room, and 
lobby.

3/28/14 Gym M-gym Roof

Germantown HS (0110) 
3B

Roof leaking in cafeteria 
serving line

3/31/14 Cafeteria A-building Roof

Germantown HS (0110) 
3B

Roof drain leaking into 
classroom MA 209 please 
repair

4/16/14 Classroom MA-building Roof

Germantown HS (0110) 
3B

Roof leaking Again 4/23/14 Classroom MA209 Roof

Germantown HS (0110) 
3B

M-building awning leaking 
water 

5/6/14 M-building-awning Roof



Germantown HS (0110) 
3B

Roof leaking in weight 
room of fieldhouse

5/19/14 fieldhouse Roof

Germantown HS (0110) 
3B

Roof leak in MA209 5/19/14 MA209 Roof

Germantown HS (0110) 
3B

Roof leak in server room 
of library 

2/3/14 Library M-building Roof

Germantown HS (0110) 
3B

Roof leaking over serving 
line in the cafeteria

2/5/14 Kitchen A-building Roof

Germantown HS (0110) 
3B

Roof leaking in hallway C-
building

2/6/14 Hallway/Corridor C-building 1st flr Roof

Germantown HS (0110) 
3B

Roof leaking in library in 
video room

12/10/13 library Roof

Germantown HS (0110) 
3B

Roof leaking on serving 
line in kitchen

10/31/13 Kitchen A-building Roof

Germantown HS (0110) 
3B

Roof leaking in M-gym. 7/22/13 Gym M-gym Roof

Germantown HS (0110) 
3B

Roof leaking in locker 
room of V-gym

7/22/13 Gym V-gym Roof



Germantown HS (0110) 
3B

Roof leaking in V203 8/26/13 2nd Floor V203 Roof

Germantown HS (0110) 
3B

Remove or cap off duct in 
old science labs.

6/17/14 Sheet Metal

Germantown HS (0110) 
3B

Chain-link fence need ties 
installed for security and 
safety at main  field 
entrance.

6/17/14 Athletic Field Track field Sheet Metal

Germantown HS (0110) 
3B

Repair bleachers in gym 3/6/14 Sheet Metal

Germantown HS (0110) 
3B

Louvres from exhaust fan 
doesn't open when fan is 
turned on. Please repair 

3/18/14 metal, and woodshop Sheet Metal

Germantown HS (0110) 
3B

Custodial closet needs a 
back splash around the 
mop sink.

3/27/14 V building Sheet Metal

Germantown HS (0110) 
3B

Please meet with Scott H. 
to check out repairs on 
restroom stalls.

1/23/14 V Gym Sheet Metal

Germantown HS (0110) 
3B

Cover louvers in field 
house

1/27/14 Sheet Metal

Germantown HS (0110) 
3B

Make piece of aluminum 
for carpenters, (see Scott 
Haliburton)

10/23/13 Sheet Metal



Germantown HS (0110) 
3B

Please repair stairwell 
handle on east steps very 
loose

10/29/13 Stairway C-building Sheet Metal

Germantown HS (0110) 
3B

Railing on back steps of A-
building rusting  loose at 
the bottom causing 
hazard. Please check

8/20/13 Stairway A-building Sheet Metal

Germantown HS (0110) 
3B

Please repair 2 wheels on 
gates in parking lot

9/17/13 Parking Lot B-building Sheet Metal

Germantown HS (0110) 
3B

Gate is bent preventing 
opening or closing. Please 
repair

9/17/13 Parking Lot B-building gate Sheet Metal

Germantown HS (0110) 
3B

Please repair door framing 
corner where mice are 
believed to be entering 
cafeteria.

10/4/13 Kitchen A-building Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Germantown MS (0107) 3B 1 2 22 37 27 14 30 4 5 142
Grand Total 1 2 22 37 27 14 30 4 5 142



Location Request Description Submittal Date Area Description Area Number Craft
Germantown MS (0107) 
3B

We need broken floor tile  
replace in front office.

3/24/14 Asbestos

Germantown MS (0107) 
3B

We need a computer drop 
for secretary room in front 
office.

3/19/14 Cabling

Germantown MS (0107) 
3B

We have a security 
monitor in assistance 
principal's office that  we 
don't have a drop for.  

10/16/13 Cabling

Germantown MS (0107) 
3B

Install door in office 6/3/14 Carpentry

Germantown MS (0107) 
3B

Repair window in office 
frame is damage.

6/5/14 Carpentry

Germantown MS (0107) 
3B

We need five cases of 
1029a ceiling tile.

4/10/14 Carpentry

Germantown MS (0107) 
3B

We need five cases of 
2910a ceiling tile.

4/10/14 Carpentry

Germantown MS (0107) 
3B

Replace gym floor it is 
becoming safety hazard 
for our activities.

4/10/14 Carpentry



Germantown MS (0107) 
3B

Adjust front door closure 
near office.

5/2/14 Carpentry

Germantown MS (0107) 
3B

We need five cases of 
2910A ceiling tile.

3/26/14 Carpentry

Germantown MS (0107) 
3B

Repair door knob on 
coaches office in gym.

7/30/13 Carpentry

Germantown MS (0107) 
3B

Repair broken hinge on 
stall door in boys restroom 
in gym.

8/7/13 Carpentry

Germantown MS (0107) 
3B

We need doors in gym 
readjusted for installation 
of gym floor.

4/14/14 Carpentry

Germantown MS (0107) 
3B

We need caulking around 
window outside of room 
116.

9/18/13 Carpentry

Germantown MS (0107) 
3B

door knob feel off room 
114 per jimmie coleman 
756-2338

10/17/13 Carpentry

Germantown MS (0107) 
3B

We need lockers install in 
girls and boys locker 
rooms.

4/10/14 Carpentry

Germantown MS (0107) 
3B

Repair broken door 
closure in girls locker room 
in gym.

10/23/13 Carpentry



Germantown MS (0107) 
3B

Replace broken stall door 
in 6th grade boys 
restroom.

11/26/13 Carpentry

Germantown MS (0107) 
3B

Replace broken flag pole 
cable. 

1/9/14 Carpentry

Germantown MS (0107) 
3B

Repair broken frame in 
girls restroom in 7th grade 
hall.

1/27/14 Carpentry

Germantown MS (0107) 
3B

Replace broken stall door 
in girls restroom in 7th 
grade hall.

2/13/14 Carpentry

Germantown MS (0107) 
3B

Repair door knob in room 
106.

2/13/14 Carpentry

Germantown MS (0107) 
3B

Replace broken glass in 
front door on building.

2/26/14 Carpentry

Germantown MS (0107) 
3B

We need doors to be 
readjusted in gym for new 
gym floor.

4/14/14 Carpentry

Germantown MS (0107) 
3B

We need storage area 
enclosed in gym locker 
room we have had a 
student to get injured in 
this area.

5/14/14 Carpentry

Germantown MS (0107) 
3B

We need more outside 
lighting per security for 
cameras.

6/5/14 Electrical



Germantown MS (0107) 
3B

Need disconnect replaced 
on unit for room 107 

5/12/14 Room 107 Electrical

Germantown MS (0107) 
3B

Move electrical conduit. 6/9/14 Electrical

Germantown MS (0107) 
3B

Repair clock in east hall 
near room 116.

4/11/14 Electrical

Germantown MS (0107) 
3B

Replace broken lens 
covers in boys and girls 
locker rooms.  

4/22/14 Electrical

Germantown MS (0107) 
3B

Replace ballast in room 
140 before testing start.

4/22/14 Electrical

Germantown MS (0107) 
3B

HAVING ISSUES WITH 
THE POWER GOING 
COMPLETELY OFF AND 
ON PER PRIN-CALLED 
BY PRIN A MARSH 756-
2338 KLR

4/25/14 Electrical

Germantown MS (0107) 
3B

Replace outlet in office.  3/19/14 Electrical

Germantown MS (0107) 
3B

FIRE ALARM SYSTEM-
SHOWING TROUBLE-
PLANT MGR COLEMAN 
756-2338 KLR

3/31/14 Electrical

Germantown MS (0107) 
3B

Please run Test.
Level 2 Facilities
ETSS annual load test
NFPA 110

7/11/13 Electrical



Germantown MS (0107) 
3B

Replace lights in cafetreia. 7/15/13 Electrical

Germantown MS (0107) 
3B

Urgent test and turn in by 
7/29/2013. Retest 
Generator.

7/25/13 Electrical

Germantown MS (0107) 
3B

Replace ballast in CR-141 
over teacher's desk.

8/7/13 Electrical

Germantown MS (0107) 
3B

Repair light switch in east 
hall near storage room.

8/7/13 Electrical

Germantown MS (0107) 
3B

Replace ballast in 
cafeteria.

8/29/13 Electrical

Germantown MS (0107) 
3B

Replace ballast and blubs 
in gym.

8/29/13 Electrical

Germantown MS (0107) 
3B

Repair outlet in room 129. 8/29/13 Electrical

Germantown MS (0107) 
3B

Replace ballast in 6th 
grade hall near room 106.

9/5/13 Electrical

Germantown MS (0107) 
3B

Repair parking lot lights on 
east and west side of 
school.  

9/5/13 Electrical



Germantown MS (0107) 
3B

Repair lights on north side 
of building near back dock.

9/5/13 Electrical

Germantown MS (0107) 
3B

Repair light in women 
restroom in lounge. 

9/11/13 Electrical

Germantown MS (0107) 
3B

We need lamps for 
restroom in lounge 18 watt 
fluorescent #f15ts 24' 
F42TBX/35/4p/Alto is a 
phillips # 268755 should 
be available at lighting 
source.

9/11/13 Electrical

Germantown MS (0107) 
3B

We need 5 boxes of f32t8 
blubs Cat. Log #10221.

9/18/13 Electrical

Germantown MS (0107) 
3B

HAS A COMPLETE 
POWER OUTAGE-PLANT 
MGR COLEMAN KLR

10/3/13 Electrical

Germantown MS (0107) 
3B

Repair broken light switch 
in room 131.

10/4/13 Electrical

Germantown MS (0107) 
3B

Repair lights in score 
boards east and west end 
of gym. 

10/16/13 Electrical

Germantown MS (0107) 
3B

Replace ballast or blubs in 
cafeteria.

10/17/13 Electrical

Germantown MS (0107) 
3B

Replace ballast in art room 
133.

10/24/13 Electrical



Germantown MS (0107) 
3B

Reset time clocks on 
outdoor lights.

11/5/13 Electrical

Germantown MS (0107) 
3B

Verify data base in burglar 
alarm panel.

11/6/13 Electrical

Germantown MS (0107) 
3B

Replace broken light 
switch in room 130.

11/20/13 Electrical

Germantown MS (0107) 
3B

We nee 5 boxes of F32- 
T8 blubs cat. log #10221.

1/9/14 Electrical

Germantown MS (0107) 
3B

Replace ballast in gym.  2/13/14 Electrical

Germantown MS (0107) 
3B

Repair outlet in room 113. 7/15/13 Electrical

Germantown MS (0107) 
3B

Replace ballast in band 
room. 

7/15/13 Electrical

Germantown MS (0107) 
3B

Replace ballast in room 
132.

7/15/13 Electrical

Germantown MS (0107) 
3B

Replace ballast in gym. 5/6/14 Electrical



Germantown MS (0107) 
3B

UNIT NOT COOLING IN 
RM-125, GYM
PLANT MGR-
COLEMAN/416.2257

6/13/14 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Change filters on whole 
school

5/21/14 Whole school Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Check A/C out after new 
disconnect was installed

5/21/14 RM 107 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

RTU - GYM AND IN RM 
107 -  BLOWING NOT 
COOLING - 
PM/COLEMAN 756-2338

5/7/14 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

UNIT NOT COOLING IN 
RM-107,123
PLANT MGR-
COLEMAN/416.2257

5/12/14 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

No A/C in room 109 5/12/14 Rm 109 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

A/C UNITS are NOT 
COOLING in ROOM 129 
and in the GYMNASIUM 
per Jimmy Coleman, Plant 
Mgr. 416.2257

5/20/14 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Change filters on gym 
units

5/21/14 GYM Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

GAS SMELL BY RM-146
PLANT MGR-
COLEMAN/416.2257

4/8/14 Heating/Ventilation /Air 
Conditioning



Germantown MS (0107) 
3B

GAS SMELL IN RM 130 
COMPUTER LAB-PLANT 
MGR COLEMAN 756-
2338 KLR

4/23/14 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Service Kitchen unit 5/1/14 Kitchen Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

UNIT in CLASSROOM 
104 is NOT COMING ON 
per Jimmie Coleman, 
Plant Mgr. 756.2338

3/26/14 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Check gas smell 3/28/14 7th grade hall Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Check gas smell on 7 th 
grade hall

4/1/14 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Repair AC in room 132. 7/15/13 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

A/C IN RM 126 EAST 
HALL-LEAKING-SBE 
COLEMAN 756-3338 KLR

8/12/13 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Replace gas bleed on 
RTU's gas line

11/19/13 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

2-RTU NOT HEATING IN 
ANNEX.
PLANT MGR-
COLEMAN/347.5183

11/26/13 Heating/Ventilation /Air 
Conditioning



Germantown MS (0107) 
3B

GAS LEAK COMING 
FROM ROOF ON WEST-
SIDE  
PLANT MGR-
COLEMAN/416.2257

12/4/13 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

HEAT RM 129-NOT 
HEATING-PLANT MGR 
COLEMAN 756-2338 KLR

12/10/13 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Replace draft motor and 
board

12/17/13 Rm 129 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Units are NOT HEATING 
down the 6th grade hall on 
the W. side per Jim 
Coleman, Plant Mgr. 
756.2338

1/6/14 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

RTU is NOT HEATING in 
ROOM 106 on (6th HALL) 
per Jimmy Coleman, Plant 
Mgr. 7562338

2/3/14 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

RTU NOT HEATING IN 
RM-129.
PLANT MGR-
COLEMAN/347.5183

2/26/14 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

RTU RM 123-NOT 
COMING ON-PLANT 
MGR COLEMAN 756-
2338 KLR

3/6/14 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Repair AC unit in front hall 
near cafeteria .

7/17/13 Heating/Ventilation /Air 
Conditioning

Germantown MS (0107) 
3B

Hall unit leaking water 7/18/13 Hall unit leaking Heating/Ventilation /Air 
Conditioning



Germantown MS (0107) 
3B

We need room 116 painted 
it is now our asst. 
principle's office.

3/10/14 Painting

Germantown MS (0107) 
3B

We need the following 
rooms painted 
#108,109,110,111,122,123
,125,131,136,143.

4/7/14 Painting

Germantown MS (0107) 
3B

We need AP office painted 
room 117.

6/3/14 Painting

Germantown MS (0107) 
3B

We need room 105 
painted.

6/19/14 Painting

Germantown MS (0107) 
3B

We need front porch area 
sand blasted to remove 
painted area.

6/27/14 Painting

Germantown MS (0107) 
3B

paint lockers in hallway 6/11/14 Painting

Germantown MS (0107) 
3B

touch up walls in hallway 6/24/14 Painting

Germantown MS (0107) 
3B

We need hallways walls 
painted.

3/20/14 Painting

Germantown MS (0107) 
3B

We need about four 
spaces marked for visitors 
on east side of building 
across from principle's 
spaces.

8/2/13 Painting



Germantown MS (0107) 
3B

Please paint a stall door. It 
will need to be painted 
black.

12/5/13 Painting

Germantown MS (0107) 
3B

We need principle's office 
painted.

2/26/14 Painting

Germantown MS (0107) 
3B

We need front office 
painted.

3/6/14 Painting

Germantown MS (0107) 
3B

We need front office 
painted.

3/6/14 Painting

Germantown MS (0107) 
3B

We need our restrooms 
painted in 6th,7th,8th and 
in gym.

3/6/14 Painting

Germantown MS (0107) 
3B

Unstop drain in boiler 
room.  

5/13/14 Plumbing

Germantown MS (0107) 
3B

We need gas value reset 
for water heater to main 
building.

6/3/14 Plumbing

Germantown MS (0107) 
3B

Repair water fountain in 
front hall leaking water.

4/11/14 Plumbing

Germantown MS (0107) 
3B

Repair commode in girls 
restroom in 8th grade hall 
last stall.

4/21/14 Plumbing



Germantown MS (0107) 
3B

GAS SMELL ON THE 7TH 
GR HALL EAST-PLANT 
MGR COLEMAN 756-
2338 KLR

3/25/14 Plumbing

Germantown MS (0107) 
3B

per jimmie coleman 756-
2338 7th grade hall gas 
smell

4/1/14 Plumbing

Germantown MS (0107) 
3B

Repair sink in kitchen.. 7/16/13 Plumbing

Germantown MS (0107) 
3B

7th grade Toilet leaking. 7/22/13 Plumbing

Germantown MS (0107) 
3B

7th grade urinal leaking. 7/22/13 Plumbing

Germantown MS (0107) 
3B

7th grade faucet leaking. 7/22/13 Plumbing

Germantown MS (0107) 
3B

Repair the urinal in boys 
restroom in 6th grade hall.

7/24/13 Plumbing

Germantown MS (0107) 
3B

Please assist Holmes 
Services with the cleaning 
of grease traps.

8/1/13 Plumbing

Germantown MS (0107) 
3B

Unstop urinal in boys 
restroom in 7th grade hall.

8/7/13 Plumbing



Germantown MS (0107) 
3B

RAW SEWAGE BACKING 
UP THRU FLOOR 
DRAINS IN B/G RR'S 6TH 
GR HALL & B/G RR'S 7TH 
GR HALL-PLANT MGR 
COLEMAN 756-2338 KLR

8/23/13 Plumbing

Germantown MS (0107) 
3B

Repair urinal in boys 
restroom 6 grade hall near 
back wall.

9/12/13 Plumbing

Germantown MS (0107) 
3B

Repair commode in girls 
restroom 6th grade hall. 

10/21/13 Plumbing

Germantown MS (0107) 
3B

Repair commode in 7th 
grade boys restroom.

10/21/13 Plumbing

Germantown MS (0107) 
3B

Repair commode in 8th 
grade boys restroom.

10/21/13 Plumbing

Germantown MS (0107) 
3B

Repair broken commode 
seat in asst. principle's 
office.

10/24/13 Plumbing

Germantown MS (0107) 
3B

Unstop urinal in 6th grade 
boys restroom.

10/31/13 Plumbing

Germantown MS (0107) 
3B

Repair sink in kitchen on 
east wall.

10/31/13 Plumbing

Germantown MS (0107) 
3B

GAS LEAK COMING 
FROM MAIN GAS 
OUTSIDE WEST SIDE OF 
BLDG-PLANT MGR 
COLEMAN 756-2338 KLR

11/15/13 Plumbing



Germantown MS (0107) 
3B

Unstop floor drain in 6th 
grade hall restrooms.

11/21/13 Plumbing

Germantown MS (0107) 
3B

Replace broken commode 
seats in girls restroom in 
gym.

11/26/13 Plumbing

Germantown MS (0107) 
3B

Unstop commode in boys 
restroom in gym second 
stall.

11/26/13 Plumbing

Germantown MS (0107) 
3B

GAS LEAK COMING 
FROM ROOF ON WEST-
SIDE  
PLANT MGR-
COLEMAN/416.2257

12/4/13 Plumbing

Germantown MS (0107) 
3B

Water heater in the kitchen 
leaking from the bottom.

1/17/14 Plumbing

Germantown MS (0107) 
3B

Repair commode in girls 
restroom in 8th grade hall.

1/21/14 Plumbing

Germantown MS (0107) 
3B

Please wire the new water 
heater in the kitchen.

2/17/14 Plumbing

Germantown MS (0107) 
3B

Repair broken commode 
in girls restroom 8th grade 
hall 3rd stall.

3/3/14 Plumbing

Germantown MS (0107) 
3B

Repair roof leak in room 
110.

5/22/14 Roof



Germantown MS (0107) 
3B

We need  scoffers to be 
seal on east and west side 
of building.

4/7/14 Roof

Germantown MS (0107) 
3B

Repair roof leak in gym on 
southwest wall.

11/26/13 Roof

Germantown MS (0107) 
3B

Repair roof leak in room 
125.

2/19/14 Roof

Germantown MS (0107) 
3B

cut sheilds for locker 
painting

6/18/14 Sheet Metal

Germantown MS (0107) 
3B

Remove gate from locker 
room shower area and  in 
close with a door in boys 
and girls locker rooms.

4/7/14 Sheet Metal

Germantown MS (0107) 
3B

Disconnect and reconnect 
vent on water heater

1/17/14 Sheet Metal

Germantown MS (0107) 
3B

Assist the plumbers with 
the removal of the old 
water heater.

2/13/14 Sheet Metal

Germantown MS (0107) 
3B

Repair metal post on east 
side of building.

2/25/14 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Grand Total

Getwell ES (2259) 3A 3 2 11 14 23 4 26 3 86
Grand Total 3 2 11 14 23 4 26 3 86



Location Request Description Submittal Date Area Description Area Number Craft
Getwell ES (2259) 3A The cafeteria have about 

16 peices of floor tile thats 
missing by the windows 
that needs to be replaced 
as soon as possible.

4/8/14 1st Floor cafeteria Asbestos

Getwell ES (2259) 3A The ceiling in the hall 
across from cafeteria have 
some mole from 
condensation leak a/c unit, 
also mole is on the wall 
where the a/c unit is 
located and needs to be 
repaired as soon as 

8/8/13 1st Floor hall Asbestos

Getwell ES (2259) 3A Insulate pipe on AHU.(See 
Ken Lane)

1/30/14 Asbestos

Getwell ES (2259) 3A The eternet wall socket in 
room A153 is broken and 
needs to be replaced as 
soon as possible.

4/8/14 1st Floor room A153 Cabling

Getwell ES (2259) 3A Classroom B126 have a 
computer drop #144-4 that 
needs to be installed as 
soon as possible. 
(Request Network Cabling 
Maintenance Repair). 

8/22/13 1st Floor room b126 Cabling

Getwell ES (2259) 3A The electrical panel room 
A105M have a broken 
door knob that needs to be 
replaced as soon as 
possible, because it is 
dangerous, the door will 
lock behind you if you 
don't put something in the 

7/30/13 1st Floor room A-105M Carpentry

Getwell ES (2259) 3A The ceiling in the hall and 
the wall in the cafeteria 
needs to be repaired 
because of condensation 
leak caused damage from 
leaking onto ceiling and 
wall, needs to be done as 
soon as possible

8/16/13 1st Floor hall/caf Carpentry

Getwell ES (2259) 3A The outside doors by the 
aftercare have a outside 
door that the latch sticks 
closed and have to be pull 
back out before the door 
can be secured, so it 
needs to be repaired as 
soon as possible.

8/19/13 1st Floor hall Carpentry



Getwell ES (2259) 3A The guidance area need 
these bulletin boards 
installed in five office area 
as soon as possible,office 
A100G one 4x6, two 
4x4,office A100E one 
4x4,office 100C one 4x4 
and one 4x4 dry ereaser 

9/5/13 1st Floor guidance area Carpentry

Getwell ES (2259) 3A The outside doors to the 
boiler room needs to be 
sealed with 
weatherstripping as soon 
as possible to try to keep 
mice out of the building.

12/3/13 1st Floor boiler room Carpentry

Getwell ES (2259) 3A The hole in the sheetrock 
in the wall over the 
waterfountain needs to be 
repaired where the water 
line have been repaired as 
soon as possible.

1/9/14 Cafeteria by water fountain Carpentry

Getwell ES (2259) 3A Repair wall in cafe and 
ceiling in orange hallway 
where water pipes have 
burst.  

1/28/14 Carpentry

Getwell ES (2259) 3A The cieling in the hallway 
by rooms B126/B128 
where the waterline burst, 
the sheetrock fell, this 
needs to be replaced as 
soon as possible to keep 
the cold air from getting 
into the hall making it 

1/30/14 Hallway/Corridor room B126/B128 Carpentry

Getwell ES (2259) 3A Getwell elem. needs a 
new flag as soon as 
possible, because the old 
flag is torn and worn pretty 
bad.

3/17/14 1st Floor Grounds Carpentry

Getwell ES (2259) 3A SECURITY PIN ON 
FRONT ENTRANCE NOT 
ALLOWING HIM TO KEY 
OUT-PLANT MGR 
CHAMBERS KLR

1/31/14 Carpentry

Getwell ES (2259) 3A The ceiling in the hall and 
the wall in the cafeteria 
needs to be repaired  
because of condensation 
leak caused damage from 
leaking onto ceiling and 
wall, needs to be done as 
soon as possible.

8/12/13 1st Floor Hall/caf. Carpentry

Getwell ES (2259) 3A Replace parking lot 
lighting with LED fixtures.

2/27/14 Parking Lot Electrical



Getwell ES (2259) 3A Clocks need resetting 
entire School. Thanks for 
your help in this matter.

6/11/14 getwell Electrical

Getwell ES (2259) 3A Electronic door closer at 
front entrance is 
malfunction will not pull 
door close. Thanks for 
your help in this matter.

6/2/14 Front Entrance Electrical

Getwell ES (2259) 3A The electric scocket in the 
kitchen floor is bad and 
needs to be replaced as 
soon as possible for 
kitchen staff to use.

2/28/14 Cafetorium kitchen Electrical

Getwell ES (2259) 3A The master clock in the 
main office needs to be 
reset as soon as possible, 
because the power went 
off for about an hour, so 
the clocks are behine.

8/8/13 1st Floor main office Electrical

Getwell ES (2259) 3A Classrooms and other 
areas need light bulbs,i 
need three boxes of bulbs 
stock # 46758 as soon as 
possible.

8/26/13 1st Floor Plant Mang. Electrical

Getwell ES (2259) 3A NO POWER TO 
RECEPTACLES FOR 
COMPUTERS IN PARENT 
CONFERENCE OFC-
WILL NEED-PLANT MGR 
CHAMBERS 416-0267 
KLR

9/6/13 Electrical

Getwell ES (2259) 3A The plant manager need 
25 thirty two watt bulbs t/e 
f32tbx/835/a/4p  as soon 
as possible.

9/9/13 1st Floor Plant Manager Electrical

Getwell ES (2259) 3A light switch in room A127 
sparks per Mr. Chambers 
416-1099

11/8/13 Electrical

Getwell ES (2259) 3A The lights are not on in the 
parking lot at night in the 
front and side area where 
fence is and multi-media 
area. the timer needs to be 
set as soon as possible for 
safety reasons.

12/2/13 Grounds parking lot Electrical



Getwell ES (2259) 3A The teacher's lounge have 
two lights with a bad 
ballast and the main office 
have one light with a bad 
ballast that needs to be 
replaced as soon as 
possible.

1/10/14 1st Floor teacher's lounge/ office Electrical

Getwell ES (2259) 3A per mr chambers entire 
school power outage

1/27/14 Electrical

Getwell ES (2259) 3A The master clock in the 
main office needs to be 
reset because the power 
was off for a while, needs 
to be repaired as soon as 
possible.

1/28/14 1st Floor master clock Electrical

Getwell ES (2259) 3A The cord on the electric 
mixer in the caf., the 
prongs are broken and can 
not be pluged into the 
outlet, so the end of the 
cord needs to be replaced 
as soon as possible so the 
mixer can be used.

9/19/13 1st Floor cafeteria Electrical

Getwell ES (2259) 3A Monthly - Filter-Getwell 
Elementary - Refer to PM 
schedule details.

5/18/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A A/C LIBRARY-NOT 
COOLING-PLANT MGR 
HURSE 416-0267 KLR

6/4/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A FCU - MAIN OFC - 
BLOWING NOT COOLING 
- PM/HURST 416-3813

6/4/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A AIR CONDENSER UNIT - 
FREEZING UP - 
PM/HURST 416-3816

6/5/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A UNIT NOT COOLING IN 
RM-A153
PLANT MGR-
HURSE/416.0267

6/5/14 Heating/Ventilation /Air 
Conditioning



Getwell ES (2259) 3A UNIT NOT COMING ON 
IN MAIN & PRIN 
OFFICES
PLANT MGR-
CHAMBERS/416.1099

4/22/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A Monthly - GETWELL 
ELEM LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A AHU NOT HEATING IN 
LIBRARY
PLANT MGR-
CHAMBERS/486.1099

2/3/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A chiller in alarm 7/11/13 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A UNIT NOT COOLING IN 
RM-B129,A125.
PLANT MGR-
CHAMBERS/416.1099

7/29/13 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A FCU-29 RM A131, FCU-30 
RM A129, FCU-31 RM 
A127 & FCU-32 RM A125-
ALL ARE OVERHEATING-
TEMP IS 79 PER SBE-
SBE BROWN 416-3812 
KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A Yearly - Oil Samples - 
Getwell Elementary - 
Refer to PM schedule 
details.

9/9/13 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A AHU'S LIBRARY & 
GUIDANCE OFC-BOTH 
NOT COOLING-PLANT 
MGR CHAMBERS 416-
0267 KLR

9/12/13 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A Monthly - Filter-Getwell 
Elementary - Refer to PM 
schedule details.

9/15/13 Heating/Ventilation /Air 
Conditioning



Getwell ES (2259) 3A AHU #1 and #5 blowing 
cold air per Mr. Chambers 
416-1099
AHU#1 t'stat in principal's 
office not displaying

11/14/13 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A HEAT PRIN'S OFC-NOT 
HEATING-PLANT MGR 
CHAMBERS 416-1099 
KLR

12/9/13 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A Units are NOT HEATING 
in LIBRARY and MAIN 
OFFICE per Mr. 
Chambers, Plant Mgr. 
416.1099

1/6/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A Monthly - Filter-Getwell 
Elementary - Refer to PM 
schedule details.

1/12/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A Repair busted coil. 1/30/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A Monthly - Oil Lube & Belt-
Getwell Elem - Refer to 
PM schedule details.

8/3/13 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A Monthly - Oil Lube & Belt-
Getwell Elem - Refer to 
PM schedule details.

3/1/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A Yearly - Cooling 
Towers(STRAINERS)-
Getwell Elem - Refer to 
PM schedule details.

3/16/14 Heating/Ventilation /Air 
Conditioning

Getwell ES (2259) 3A Yearly - WCC Filter - 
Getwell Elementary - 
Refer to PM schedule 
details.

2/1/14 Heating/Ventilation /Air 
Conditioning



Getwell ES (2259) 3A Classroom B121 and A128 
have a hole in the wall in 
the hall next to classroom 
that needs to be repaired 
as soon as possible.

8/14/13 1st Floor rm B121, A128 Painting

Getwell ES (2259) 3A The cieling tile by rooms 
B126/B128 the sheetrock 
have been replaced and 
needs to be painted as 
soon as possible.

2/3/14 1st Floor rooms B126/B128 Painting

Getwell ES (2259) 3A GRAFFITI G RR ACROSS 
FROM MULTI-PURPOSE 
RM ON STALLS-PLANT 
MGR CHAMBERS 416-
1099 KLR

2/5/14 Painting

Getwell ES (2259) 3A paint walls in orange 
hallway and cafeteria

2/11/14 Painting

Getwell ES (2259) 3A Orange Hallway  Men 
restroom toilet leaking

5/23/14 1st Floor  Rm# B-135 Plumbing

Getwell ES (2259) 3A  Flush Main Sewer  3/4/14 Plumbing

Getwell ES (2259) 3A The ladies toilet in the 
teachers lounge is not 
flushing and its leaking 
water, needs to be 
repaired as soon as 
possible.

8/14/13 1st Floor teachers lounge Plumbing

Getwell ES (2259) 3A The custodial closet 
across from the 
multipurpose room have a 
mop sink fauset thats 
running  water and will not 
stop, and its needs to be 
repaired as soon as 
possible.

3/24/14 custodial closet Plumbing

Getwell ES (2259) 3A The girls restroom across 
from the multipurpose 
room, the toilet is not 
flushing, needs to be 
repaired as soon as 
possible.

3/24/14 1st Floor restroom Plumbing



Getwell ES (2259) 3A The boys restroom  across 
from cafeteria have a 
urinal thats not working, it 
will not flush and needs to 
be repaired as soon as 
possible.

4/22/14 1st Floor restroom Plumbing

Getwell ES (2259) 3A Classroom B118 have a 
toilet that leaks when 
flushed and needs to be 
repaired as soon as 
possible.

5/1/14 1st Floor room B118 Plumbing

Getwell ES (2259) 3A teacher's lounge there is a 
toilet that will not flush and 
is full of stuff per ronnie 
daniels 416-3802

2/19/14 Plumbing

Getwell ES (2259) 3A PIPE IN THE CEILING 
HAS BURST ON THE 
EAST SIDE & HALLWAY 
BESIDE THE CAFE - A 
LOT OF WTR IS COMING 
OUT - SBE/TODD 650-
7972

7/9/13 Plumbing

Getwell ES (2259) 3A Classroom B-110 have a 
toilet that is stopped up 
and can not be used and 
needs to be repaired as 
soon as possible for 
classroom use.

7/30/13 1st Floor rmB-110 Plumbing

Getwell ES (2259) 3A AHU-4 MEZZANINE-
LEAKING & WATER IS 
GOES INTO CAFE PER 
SBE-CAN'T CONTAIN-
SBE CHAMBERS 416-
1099 KLR

8/7/13 Plumbing

Getwell ES (2259) 3A The garbage disposal in 
the cafeteria is stopped up 
and needs to be 
unstopped as soon as 
possible.

8/23/13 1st Floor cafeteria Plumbing

Getwell ES (2259) 3A GARBAGE DISPOSAL 
KITCHEN-STOPPED UP-
PLANT MGR CHAMBERS 
416-0267 KLR

8/23/13 Plumbing

Getwell ES (2259) 3A The girls restroom by 
closet B143M have a toilet 
that will not flush and 
needs to be repaired as 
soon as possible.

9/10/13 restroom Plumbing



Getwell ES (2259) 3A 2-COMPARTMENT SINK 
KITCHEN AREA-HOT 
WATER SIDE 
CONSTANTLY RUNNING 
AT A STREAM, CAN'T 
CUT OFF-PLANT MGR 
CHAMBERS 416-1099 
KLR

9/16/13 Plumbing

Getwell ES (2259) 3A The main hall close to the 
main office have a smell 
that could possibly be a 
surage smell and needs to 
be checked as soon as 
possible.

9/24/13 1st Floor hall Plumbing

Getwell ES (2259) 3A Toilet in the teacher's 
lounge in B120 and by 
room A118 is not working 
and needs to be repaired 
as soon as possible.

10/22/13 1st Floor restrooms Plumbing

Getwell ES (2259) 3A The front parking lot area 
next to aftercare have a 
large 6" pvc drain pipe 
thats uncovered and 
needs to be covered as 
soon as possible for safety 
reasons.

10/23/13 Grounds front Plumbing

Getwell ES (2259) 3A Pre-k classroom B110 
have a toilet thats stopped 
up and needs to be 
repaired as soon as 
possible.

10/24/13 1st Floor room B110 Plumbing

Getwell ES (2259) 3A Pre-K classroom B110 
have a toilet stopped up 
that needs to be repaired 
as soon aspossible.

11/8/13 1st Floor room B110 Plumbing

Getwell ES (2259) 3A FOUNTAIN HAS CAME 
COMPLETELY OFF WALL 
BY CAFE
PLANT MGR-
CHAMBERS/416.2510

12/9/13 Plumbing

Getwell ES (2259) 3A WATER LINE KITCHEN 
AREA-HAS BURST-
PLANT MGR CHAMBERS 
416-1099 KLR

1/7/14 Plumbing

Getwell ES (2259) 3A FAUCET OUTSIDE BY 
TEACHER'S PARKING 
LOT-RUNNING AT A 
STREAM-CAN'T CUT 
OFF-PLANT MGR 
CHAMBERS 416-1099 
KLR

1/7/14 Plumbing



Getwell ES (2259) 3A per mr chambers 416-
1099 busted water line in 
room B126

1/8/14 Plumbing

Getwell ES (2259) 3A WATER LINE MAIN HALL-
HAS BURST-CAN'T CUT 
OFF OR CONTAIN-
PLANT MGR CHAMBERS 
416-1099 KLR

1/24/14 Plumbing

Getwell ES (2259) 3A Underground water line 
has BURST in the 
FENCED IN PARKING 
LOT per Mr. Chambers, 
Plant Mgr. 901.489.1089.

1/29/14 Plumbing

Getwell ES (2259) 3A The library and roon B112 
have a roof leak that 
needs to be repaired as 
soon as possible.

10/23/13 1st Floor lib. Roof

Getwell ES (2259) 3A The roofers needs to 
repair a metal panel on the 
roof that slipped down to 
keep it from leaking as 
soon as possible.

10/30/13 1st Floor roof Roof

Getwell ES (2259) 3A The library have a roof 
leak that needs to be 
repaired as soon as 
possible.

10/31/13 library Roof



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Goodlett ES (2260) 3A 1 15 23 28 1 23 5 2 98
Grand Total 1 15 23 28 1 23 5 2 98



Location Request Description Submittal Date Area Description Area Number Craft
Goodlett ES (2260) 3A The cafeteria floor, the 

principal is requesting for 
tile replacement in the 
shape of a G with a 
boarder to be done as 
soon as possible.

7/19/13 1st Floor cafeteria Asbestos

Goodlett ES (2260) 3A Portable 259 have some 
floor tile that needs to be 
replaced as soon as 
possible.

8/20/13 1st Floor portable 259 Carpentry

Goodlett ES (2260) 3A Portable 152 has holes in 
the siding it is 
deteriorating.  Birds are 
living inside the roof.

3/31/14 Carpentry

Goodlett ES (2260) 3A The main office door knob 
is broken, doorknob needs 
to be replaced as soon as 
possible in order to open 
and close and secure 
office door.

4/2/14 1st Floor office Carpentry

Goodlett ES (2260) 3A per mr chambers 486-
1099 main office door 
knob is broken and can't 
secure

4/2/14 Carpentry

Goodlett ES (2260) 3A The teacher's lounge have 
a  door knob that catches 
and is hard to open, and 
needs to be repaired as 
soon as possible.

8/2/13 1st Floor lounge Carpentry

Goodlett ES (2260) 3A The metal cable that 
connects to the metal post 
on the northside of the 
building in front of the 
cooling tower is laying on 
the ground and could be 
dangerous for students in 
that area and needs to be 

8/8/13 Grounds yard Carpentry

Goodlett ES (2260) 3A The floor in potable 177 
have some floor tile that 
needs to be replaced  as 
soon as possible.

8/19/13 1st Floor potable 177 Carpentry



Goodlett ES (2260) 3A Install peep hole in the 
exterior back door of the 
cafeteria.

2/5/14 Carpentry

Goodlett ES (2260) 3A Relocate push button for 
door bell to exterior door of 
the cafeteria rear entrance.

2/5/14 Carpentry

Goodlett ES (2260) 3A Window in room 13 can be 
push open from inside 
when lock.

2/21/14 Classroom Room 13 Carpentry

Goodlett ES (2260) 3A Pole inbetween doors that 
locks doors have a screw 
missing.

2/21/14 Cafeteria West exit door to parking 
lot

Carpentry

Goodlett ES (2260) 3A Potable 259 have a hole in 
the floor where a chair leg 
went threw the floor, and 
needs to be repaired or 
replaced as soon as 
possible.

10/2/13 1st Floor p-259 Carpentry

Goodlett ES (2260) 3A Potable 152 have holes 
around the top where birds 
get in and that smells, also 
areas in the tile floor 
needs to be repaired as 
soon as possible.

10/23/13 1st Floor potable Carpentry

Goodlett ES (2260) 3A Portables 182 and 242 
have floor tile that needs 
to be replaced as soon as 
possible.

1/22/14 Portables 182/242 Carpentry

Goodlett ES (2260) 3A Portable 177 have some 
floor tile that needs to be 
replaced as soon as  
possible.

8/20/13 1st Floor portable Carpentry

Goodlett ES (2260) 3A Replace lamps that have 
burnt out in the cafeteria.

5/27/14 Electrical



Goodlett ES (2260) 3A POWER OUTAGE THRU 
BLDG
PLANT MGR-
HURSE/833.6886

6/5/14 Electrical

Goodlett ES (2260) 3A Potable 260 have a bad 
ballast that needs to be 
replaced as soon as 
possible.

4/22/14 1st Floor potable Electrical

Goodlett ES (2260) 3A Classroom 8 have a row of 
lights out because of a bad 
ballast, needs to be done 
before the tcap as soon as 
possible.

4/23/14 1st Floor classroom 8 Electrical

Goodlett ES (2260) 3A The library have three 
lights out that have a bad 
ballast that needs to be 
replaced as soon as 
possible.

4/25/14 1st Floor library Electrical

Goodlett ES (2260) 3A The caf. serving area have 
two lights out that have a 
bad ballast that needs to 
be replaced as soon as 
possible.

5/1/14 1st Floor cafeteria Electrical

Goodlett ES (2260) 3A The hall by the main office 
have four lights out 
because of a bad ballast 
and needs to be repaired 
as soon as possible.

5/9/14 1st Floor hall Electrical

Goodlett ES (2260) 3A Four light fixtures in the 
hall by room 21 have a 
bad ballast that needs to 
be replaced as soon as 
possible.

3/28/14 1st Floor hall Electrical

Goodlett ES (2260) 3A Classroom 5 have two 
lights out that have a bad 
ballast that needs to be 
repaired as soon as 
possible.

2/4/14 1st Floor room 5 Electrical

Goodlett ES (2260) 3A Repair light fixtures that 
are not on around the 
exterior of the building.

2/5/14 Electrical



Goodlett ES (2260) 3A Repair pole lights that are 
out in the rear of the 
building and in the 
portable area.

2/5/14 Electrical

Goodlett ES (2260) 3A Classrooms and other 
areas need light bulbs, i 
need three boxes of bulbs 
stock # 46758 and seven 
pkg. of 60 watt bulbs stock 
# 46713 as soon as 
possible.

8/26/13 1st Floor Plant Mang. Electrical

Goodlett ES (2260) 3A The main office have two 
light fixtures that have a 
bad ballast that needs to 
be replaced as soon as 
possible.

9/5/13 1st Floor main office Electrical

Goodlett ES (2260) 3A  Classroom 24 have two 
light fixtures that have a 
bad ballast that needs to 
be repaired as soon as 
possible for students to 
have better lighting.

9/10/13 1st Floor room 24 Electrical

Goodlett ES (2260) 3A PORT 163-A/C NOT 
COMING ON-PLANT 
MGR CHAMBERS 416-
1099 KLR

9/16/13 Electrical

Goodlett ES (2260) 3A Classroom 22 have two 
light fixtures that have a 
bad ballast that needs to 
be replaced as soon as 
possible.

9/18/13 1st Floor room 22 Electrical

Goodlett ES (2260) 3A The outside light fixture on 
the front of the building is 
not working, the light will 
not come on at night, it 
needs to be repaired as 
soon as possible.

9/18/13 1st Floor front of bldg. Electrical

Goodlett ES (2260) 3A The southeast front of the 
building by the playground 
need to have a outside 
light fixture installed for 
security reasons.

9/18/13 1st Floor front of bldg. Electrical

Goodlett ES (2260) 3A Portable 183 have two 
light fixtures that have a 
bad ballast that needs to 
be repaired as soon as 
possible.

11/21/13 Portables p-183 Electrical



Goodlett ES (2260) 3A Classrooms 7 and 8 have 
light ballast that needs to 
be replaced for children to 
have enough light, but 
classroom 8 have a hole 
row of lights out, needs to 
be repaired as soon as 
possible.

1/14/14 1st Floor rooms 7&8 Electrical

Goodlett ES (2260) 3A PORT #177 - HEAT IS 
NOT COMING ON - 
PM/CHAMBERS 486-1099

1/21/14 Electrical

Goodlett ES (2260) 3A UNIT NOT COMING ON 
IN PORT-152.
PLANT MGR-
CHAMBERS/486.1099

1/21/14 Electrical

Goodlett ES (2260) 3A Classroom 22 have a wall 
socket thats bad, it has a 
shart in it, this is the only 
one the teacher have to 
use, it needs to be 
repaired as soon as 
possible.

1/23/14 1st Floor room 22 Electrical

Goodlett ES (2260) 3A Monthly - Filter-Goodlett 
Elementary - Refer to PM 
schedule details.

5/23/14 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A A/C IN PORT 177-
BLOWER INSIDE OF 
UNIT NOT CUTTING OFF 
CREATING A LOT OF 
MOISTURE ON FLR PER 
SBE-SBE CHAMBERS 
416-2510 KLR

8/21/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A CHILLER-1 MECH RM 
MAIN BLDG-KEEPS 
SHUTTING DOWN-
FREON LOW-PLANT 
MGR CHAMBERS 416-
1099 KLR

4/25/14 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A A/C LIBRARY & 
GUIDANCE OFC-BOTH 
NOT COOLING-PLANT 
MGR CHAMBERS 416-
1099 KLR

5/8/14 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A UNIT is NOT HEATING in 
PORTABLE #152 per Mr. 
Chambers, Plant Mgr. 
486.1099

4/7/14 Heating/Ventilation /Air 
Conditioning



Goodlett ES (2260) 3A Window Unit NOT 
COOLING in the 
Principal's office per 
BRIAN SHIPP, 
DIRECTOR!

7/12/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A RTU 083-044 - BOILER 
RM - NOT COOLING - 
SBE/CHAMBERS 486-
1099

7/30/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A AIR COOLED CHILLER 
(SMALL) BOILER RM-
NOT COMING ON-SBE 
CHAMBERS 416-0267 
KLR

8/5/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A CHANGE FILTERS  
KENNY LANE

8/5/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A WATER COOLED 
CHILLER NORTH BLDG 
BOILER RM-NOT 
COOLING-AFFECTS 
ENTIRE BLDG-SBE 
CHAMBERS 416-2510 
KLR

8/6/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A Flush coils 8/9/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A Monthly - GOODLETT 
ELEM LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

3/2/14 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A UNIT NOT HEATING IN 
PORT-152
PLANT MGR-
CHAMBERS/416.0267

3/6/14 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A Yearly - Oil Samples-
Goodlett Elementary - 
Refer to PM schedule 
details.

9/10/13 Heating/Ventilation /Air 
Conditioning



Goodlett ES (2260) 3A portable 163 condensing 
fan motor gets hot and 
locks up (need someone 
to come back out) per Mr. 
Chambers 416-1099

9/17/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A per mr chambers 416-
1099 rooms 6 and 7 ahu is 
making squeaking noise

9/17/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A Monthly - Filter-Goodlett 
Elementary - Refer to PM 
schedule details.

9/20/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A AHU NOT COOLING IN 
RM-8
PLANT MGR-
CHAMBERS/416.2510

9/23/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A System pump leaking. 11/1/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A boiler down no heat per 
Mr. Chambers 416-1099 

11/13/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A UV NOT HEATING IN 
GUIDANCE OFFICE
PLANT MGR-
CHAMBERS/416.0267

12/11/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A The library have a 
ventilating unit that have a 
new coil that needs to be 
installed as soon as 
possible.

1/9/14 Library heating unit Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A per Mr. Chambers 486-
1099 room 23 is not 
heating because of bad 
bearings and can't turn on

1/22/14 Heating/Ventilation /Air 
Conditioning



Goodlett ES (2260) 3A Monthly - Filter-Goodlett 
Elementary - Refer to PM 
schedule details.

1/24/14 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A Yearly - Cooling 
Towers(STRAINERS)-
Goodlett Elem - Refer to 
PM schedule details.

3/7/14 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A Monthly - Oil Lube & Belt-
Goodlett Elem - Refer to 
PM schedule details.

3/21/14 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A Yearly - WCC Filter-
Goodlett Elementary - 
Refer to PM schedule 
details.

1/31/14 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A Monthly - Oil Lube & Belt-
Goodlett Elem - Refer to 
PM schedule details.

8/23/13 Heating/Ventilation /Air 
Conditioning

Goodlett ES (2260) 3A Please paint metal to be 
installed on portable.

11/14/13 Painting

Goodlett ES (2260) 3A The double water fountain 
in the cafeteria is not 
working and needs to be 
replaced as soon as 
possible.

4/16/14 1st Floor cafeteria Plumbing

Goodlett ES (2260) 3A The water fountain in the 
hall by room 22, water is 
running on the floor when 
you push the botton to get 
water, and needs to be 
repaired as soon as 
possible.

5/16/14 1st Floor hall Plumbing

Goodlett ES (2260) 3A Grease trap is running 
over out side.

5/20/14 Plumbing



Goodlett ES (2260) 3A Water fauset leaking water 
from fauset next to sbe 
office needs to be repaired 
as soon as possible.

4/16/14 1st Floor fauset Plumbing

Goodlett ES (2260) 3A The toilet in the boys 
restroom across from 
room 11 need the bottom 
corked and sealed as soon 
as possible.

5/7/14 1st Floor restroom Plumbing

Goodlett ES (2260) 3A Faucet is running hot 
water and can not stop it.

3/24/14 Kitchen Faucet is running water Plumbing

Goodlett ES (2260) 3A The boys restroom across 
from room 11 have a toilet 
thats leaking and needs to 
be repaired as soon as 
possible.

3/31/14 1st Floor boys restroom Plumbing

Goodlett ES (2260) 3A The water supply line to 
the cooling tower is busted 
and needs to be repaired 
as soon as possible so i 
can clean it for the change 
over for cooling.

4/2/14 Grounds cooling tower Plumbing

Goodlett ES (2260) 3A The float on the cooling 
tower is broken and will 
not cut off the water, it 
needs to be replaced as 
soon as possible.

4/10/14 Grounds cooling tower Plumbing

Goodlett ES (2260) 3A WATER CUT-OFF VALVE 
is RUNNING WATER in 
the KITCHEN per Mr. 
Chambers, Plant Mgr. 
486.1099

4/15/14 Plumbing

Goodlett ES (2260) 3A NO HOT WATER IN THE 
KITCHEN. SBE 
CHAMBERS 

8/2/13 Plumbing

Goodlett ES (2260) 3A DUAL WATER PUMP 
BOILER RM SW-
LEAKING-SBE 
CHAMBERS 416-0267 
KLR

8/5/13 Plumbing



Goodlett ES (2260) 3A The girls restroom on the 
4th grade hall by room 4 
have a toilet that will not 
flush and needs to be 
repaired as soon as 
possible.

9/10/13 1st Floor restroom Plumbing

Goodlett ES (2260) 3A urinal in boys restroom 
constantly running and 
can't cut off per chambers 
416-1099

9/13/13 Plumbing

Goodlett ES (2260) 3A Please test RP devices on 
site.

9/16/13 Plumbing

Goodlett ES (2260) 3A classroom 25 have water 
seaping through the wall 
on to carpet into the 
classroom, needs to be 
repaired as soon as 
possible. 

9/18/13 1st Floor room 25 Plumbing

Goodlett ES (2260) 3A The girls restroom on the 
5th grade hall have a 
fauset leaking and needs 
to be repaired as soon as 
possible.

9/18/13 1st Floor girls restroom Plumbing

Goodlett ES (2260) 3A Classroom 25 have water 
coming threw the wall into 
the classroom thats next to 
a restroom, it is possible a 
pipe could be busted 
inside the wall, this needs 
to be repaired as soon as 
possible.

9/25/13 1st Floor room 25 Plumbing

Goodlett ES (2260) 3A AHU IS LEAKING WATER 
IN RM-24
PLANT MGR-
CHAMBERS/416.2510

9/30/13 Plumbing

Goodlett ES (2260) 3A The girls restroom by 
s.b.e. office have a 
commode thats leaking  
water when you flush it, 
the commo

10/18/13 1st Floor restroom Plumbing

Goodlett ES (2260) 3A The large sink in the 
kitchen, the hot water side 
on the fauset continues to 
run and will not cut off, it 
neets to be repaired as 
soon as possible.

11/21/13 1st Floor kitchen Plumbing



Goodlett ES (2260) 3A The boys restroom across 
from room 5 have a sink 
thats hanging from the wall 
that needs to be repaired 
as soon as possible.

1/9/14 1st Floor restroom Plumbing

Goodlett ES (2260) 3A The girls restroom in the 
kindergarden hall have a 
floor drain thats stopped 
up and needs to be 
unstopped as soon as 
possible.

1/28/14 1st Floor restroom Plumbing

Goodlett ES (2260) 3A The hall next to the 
courtyard the roof is 
leaking and needs to be 
repaired as soon as 
possible.

4/29/14 1st Floor roof leak Roof

Goodlett ES (2260) 3A The hall next to the court 
yard have a roof leak that 
needs to be repaired as 
soon as possible.

3/31/14 1st Floor hall Roof

Goodlett ES (2260) 3A Portable 283 have a lot of 
roof leaks and needs to be 
repaired as soon as 
possible.

2/4/14 Portables 283 Roof

Goodlett ES (2260) 3A Portable 152 have a roof 
leak that needs to be 
repaired as soon as 
possible.

11/22/13 1st Floor p-152 Roof

Goodlett ES (2260) 3A Portable 242 have a roof 
leak due to a bullet hole 
that needs to be repaired 
as soon as possible.

1/9/14 Portables 242 Roof

Goodlett ES (2260) 3A Remove siding from 
portable 182, so pest 
control can spray for 
termites.

4/24/14 Sheet Metal

Goodlett ES (2260) 3A Potable 183 have termites 
and needs the bottom 
siding to the potable 
removed so it can be 
treated underneath as 
soon as possible.

4/16/14 1st Floor Potable 183 Sheet Metal



Count of Craft Craft
Location Carpentry Electrical HVAC Painting Plumbing Sheet Metal Grand Total

Halle Stadium 183-3B 1 5 3 17 12 2 40
Grand Total 1 5 3 17 12 2 40



Location Request Description Submittal Date Area Description Area Number Craft
Halle Stadium 183-3B please add nuts and 

screws to pole vault 
standards for upcoming 
2014 Track and Field 
Season 

2/5/14 Athletic Field Carpentry

Halle Stadium 183-3B please repair lights in 
men's restroom.  stadium 
worker sad he could not 
get the lights to work

3/21/14 Restroom (Boys) Electrical

Halle Stadium 183-3B can't get the lights in the 
storage room/shed next to 
concession room to come 
on.  you have to go into 
the storage shed to turn on 
pole lights, please repair

8/30/13 Athletic Field Electrical

Halle Stadium 183-3B no power in pressbox, 
please repair

9/4/13 Athletic Field Electrical

Halle Stadium 183-3B Lights in the storage 
garage at Halle Stadium 
need to be replaced.  
There are lights and a light 
pole in storage room, just 
need assistance putting 
them in, thanks

10/23/13 Athletic Field Electrical

Halle Stadium 183-3B Stadium worker changed 
out light bulbs and the 
lights did not come on.  He 
believes that the ballast 
may be bad in both the 
boys and girls restrooms, 
please check

3/4/14 Restroom (Boys) Electrical

Halle Stadium 183-3B Monthly - Filter - Halle 
Stadium - Refer to PM 
schedule details.

3/10/14 Heating/Ventilation /Air 
Conditioning

Halle Stadium 183-3B Monthly - Filter - Halle 
Stadium - Refer to PM 
schedule details.

7/8/13 Heating/Ventilation /Air 
Conditioning



Halle Stadium 183-3B Monthly - Filter - Halle 
Stadium - Refer to PM 
schedule details.

11/11/13 Heating/Ventilation /Air 
Conditioning

Halle Stadium 183-3B paint lines on football field 8/12/13 Painting

Halle Stadium 183-3B paint lines on football field 8/26/13 Painting

Halle Stadium 183-3B paint lines on football field 9/3/13 Painting

Halle Stadium 183-3B paint lines on football field 9/10/13 Painting

Halle Stadium 183-3B paint lines on football field 9/16/13 Painting

Halle Stadium 183-3B paint lines on football field 9/16/13 Painting

Halle Stadium 183-3B paint lines on football field 9/30/13 Painting

Halle Stadium 183-3B paint lines on football field 10/7/13 Painting



Halle Stadium 183-3B paint lines on football field 10/14/13 Painting

Halle Stadium 183-3B paint lines on football field 10/14/13 Painting

Halle Stadium 183-3B paint lines on football field 10/21/13 Painting

Halle Stadium 183-3B paint lines on football field 10/28/13 Painting

Halle Stadium 183-3B paint lines on football field 10/28/13 Painting

Halle Stadium 183-3B paint lines on football field 11/4/13 Painting

Halle Stadium 183-3B paint lines on football field 11/11/13 Painting

Halle Stadium 183-3B paint lines on football field 11/11/13 Painting

Halle Stadium 183-3B please paint the sector 
lines for the shot put pad 
and discus pad. The 
sector lines are the "V" 
shape lines that 
participants use to gage 
when throwing the shot put 
and discus. 

2/21/14 Athletic Field Painting



Halle Stadium 183-3B Turn water on to sprinkler 
system.

4/9/14 Plumbing

Halle Stadium 183-3B please unclogged toilet in 
boys restroom

4/25/14 Restroom (Boys) Plumbing

Halle Stadium 183-3B Turn on water to sprinkler 
system, check all zones,  
and make needed 
sprinkler head repairs, 
thanks 

5/22/14 Athletic Field Plumbing

Halle Stadium 183-3B Test RP 5/30/14 Plumbing

Halle Stadium 183-3B center zone on sprinkler 
system is not functioning 
properly.  the sprinkler 
heads are not coming up 
out of the ground, please 
assist 

6/24/14 Athletic Field Plumbing

Halle Stadium 183-3B Winterize sprinkler system. 11/13/13 Plumbing

Halle Stadium 183-3B Busted water line in 1st 
bay. 

1/13/14 Plumbing

Halle Stadium 183-3B Water line busted. 1/31/14 Plumbing

Halle Stadium 183-3B Stadiums were winterized 
in late fall, please bring the 
water back online for the 
upcoming soccer and track 
& field season. Track 
Season starts March 1, 
2014 and Soccer Season 
starts February 27, 2014. 

2/24/14 Athletic Field Plumbing



Halle Stadium 183-3B Repair heater in  
equipment room.

2/27/14 Plumbing

Halle Stadium 183-3B Leak on east end of 
bleachers in grass area.

9/11/13 Plumbing

Halle Stadium 183-3B urinal in boys restroom is 
continually flowing and 
creating puddles of water 
on the flow

3/18/14 Restroom (Boys) Plumbing

Halle Stadium 183-3B please repair garage door 
at stadium

3/19/14 Sheet Metal

Halle Stadium 183-3B Roll up door will not open 
on west end of stadium.

10/22/13 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Havenview Middle (2325) 3A 2 5 125 146 44 12 54 14 3 405
Grand Total 2 5 125 146 44 12 54 14 3 405



Location Request Description Submittal Date Area Description Area Number Craft
Havenview Middle (2325) 
3A

principal, Mr Bates 
requesting gym to be 
refinish before basketball 
season, Nov.13/2013.

10/28/13 Gym Asbestos

Havenview Middle (2325) 
3A

rooms 119,115, and   121  
has broken asbestos tiles.

6/16/14 Asbestos

Havenview Middle (2325) 
3A

internet outlet needs 
repairing

10/21/13 Classroom 104 e-hall Cabling

Havenview Middle (2325) 
3A

internet outlet needs 
repairing.

9/10/13 Classroom room 104 e-hall Cabling

Havenview Middle (2325) 
3A

Network Drop is not 
functioning. IT Technician 
has performed 
troubleshooting. Network 
drop ID MDF ADM 21 
Financial Sec. OFFICE. 
(Request Network Cabling 
Maintenance Repair).

8/16/13 Administration Area main office Cabling

Havenview Middle (2325) 
3A

Havenview middle-- 
WO375845 -- intercom 
button is sticking. 
(Request Intercom or 
Electronics Repair).

“REQUEST RECEIVED”. 
Your request will receive 

8/19/13 Classroom room 117 Cabling

Havenview Middle (2325) 
3A

Havenview Midd - 380228 -
- intercom system does 
not work and needs 
replacement

9/3/13 Classroom Cabling

Havenview Middle (2325) 
3A

tiles around water fountain 
is pulling up from floor.

12/18/13 Hallway/Corridor main hall Carpentry



Havenview Middle (2325) 
3A

PLEXI-GLASS VIEW 
WINDOW FRONT 
ENTRANCE DOOR-
SCREWS HAVE BEEN 
TAKEN OUT-WON'T BE 
ABLE TO SECURE-
PLANT MGR LOFTIES 
416-3092 KLR 

1/8/14 Carpentry

Havenview Middle (2325) 
3A

need broken tiles 
replaced.

1/9/14 Classroom s126c Carpentry

Havenview Middle (2325) 
3A

need special cut ceiling 
tile.

1/9/14 Administration Area 111b Carpentry

Havenview Middle (2325) 
3A

Repair bleachers on 
baseball field.

1/10/14 Grounds Carpentry

Havenview Middle (2325) 
3A

two wall pads need has 
fallen, need remounted.

1/14/14 Gym inside gym Carpentry

Havenview Middle (2325) 
3A

teacher key get jamned in 
door[ab44].

1/16/14 Classroom 104 e-hall Carpentry

Havenview Middle (2325) 
3A

llatch on exit doors keep 
getting hung, e-hall, two 
on a-hall and one on gym 
area toward main bldg.

1/16/14 Hallway/Corridor exit doors Carpentry

Havenview Middle (2325) 
3A

door will secure, but screw 
are coming out by glass.

1/16/14 Gym front entrance door Carpentry

Havenview Middle (2325) 
3A

front entrance door will 
secure , but have to shut 
by hand to secure.

1/16/14 Hallway/Corridor e-hall Carpentry



Havenview Middle (2325) 
3A

door handle on entrance 
door need fixing.

1/17/14 Classroom 105 Carpentry

Havenview Middle (2325) 
3A

Repair windows in 
classroom #146, door view 
glass in room #130. Put 
barrel bolts on 4 cafe 
doors. Repair panic bars 
see Mrs. Lofties for 
locations.

1/21/14 Carpentry

Havenview Middle (2325) 
3A

plexiglass need changing 1/21/14 Classroom 135 b-hall Carpentry

Havenview Middle (2325) 
3A

teacher requesting 
brackets be put up to hang 
shades,.

1/24/14 Classroom 103 Carpentry

Havenview Middle (2325) 
3A

missing baseboard, need 
replacing.

1/24/14 Hallway/Corridor c-bldg. Carpentry

Havenview Middle (2325) 
3A

damage ceiling tiles, 
special cut.

1/29/14 Administration Area attendance office 127b Carpentry

Havenview Middle (2325) 
3A

water damage ceiling tile, 
special cut.

1/29/14 Hallway/Corridor e-hall front lobby Carpentry

Havenview Middle (2325) 
3A

holes in wall need sealing. 1/29/14 Restroom (Girls) adult  restroom bookroom 
113

Carpentry

Havenview Middle (2325) 
3A

exit door to right need 
adjustmemt, hard to close.

1/29/14 Hallway/Corridor old g-hall Carpentry



Havenview Middle (2325) 
3A

crack plex i glas need 
replacing.

1/31/14 Restroom (Boys) main hall Carpentry

Havenview Middle (2325) 
3A

Repair adjust strike on 
band room door it is hard 
to open.

2/5/14 Band room Carpentry

Havenview Middle (2325) 
3A

need two case of ceiling 
tiles.

2/10/14 Administration Area plant manager office Carpentry

Havenview Middle (2325) 
3A

special cut tiles in this area 2/10/14 Gym lobby Carpentry

Havenview Middle (2325) 
3A

sherock is falling from 
ceiling, need replacing

2/12/14 Mechanical Room outside boiler Carpentry

Havenview Middle (2325) 
3A

have right bar key, but only 
one door will not sercure.

2/17/14 Cafeteria four glass doors Carpentry

Havenview Middle (2325) 
3A

MAIN ENTRANCE DOOR-
CLOSER BROKEN & IT'S 
HANGING DOWN-COULD 
HIT SOMEONE-PLANT 
MGR LOFTIES 416-3092 
KLR

2/25/14 Carpentry

Havenview Middle (2325) 
3A

water damage ceiling tiles 
special cut

2/26/14 Kitchen storage s126a and s126c Carpentry

Havenview Middle (2325) 
3A

need bracket to put up 
shades

12/10/13 Classroom e-hall 104 Carpentry



Havenview Middle (2325) 
3A

ENTRY BAND DOOR, 
CANT SECURE C-BLDG
PLANT MGR-
LOFTIES/416.3092

12/12/13 Carpentry

Havenview Middle (2325) 
3A

teacher requesting a dry 
eraser board in this area.

12/13/13 Classroom s126c in cafeteria Carpentry

Havenview Middle (2325) 
3A

double doors need 
replacing,have to go 
outside to secure.

12/16/13 Gym doors leading to field Carpentry

Havenview Middle (2325) 
3A

need bracket for projector 
screen.

12/17/13 Classroom s126c in cafeteria Carpentry

Havenview Middle (2325) 
3A

per Ms. Lofties 416-3532 
gym entrance door can't 
secure because of the 
frame and plexiglass has 
gas where someone has 
pulled it away from frame

12/2/13 Carpentry

Havenview Middle (2325) 
3A

missing tiles in this area. 12/2/13 Classroom 148 Carpentry

Havenview Middle (2325) 
3A

gym floor is buckling from 
leak.

12/3/13 Gym floor by storage doors Carpentry

Havenview Middle (2325) 
3A

back exit door to this area 
need adjustment,hard to 
secure.

12/5/13 Classroom band room c-bldg. Carpentry

Havenview Middle (2325) 
3A

four restroom doors need 
replacing in this area.

12/10/13 Restroom (Girls) main hall area Carpentry



Havenview Middle (2325) 
3A

one restroom door needs 
replacing in this area.

12/10/13 Restroom (Boys) main hall Carpentry

Havenview Middle (2325) 
3A

special cut tiles in high 
ceiling,sign of pest cutting 
through.

4/11/14 Hallway/Corridor e-hall Carpentry

Havenview Middle (2325) 
3A

exit door to breezeway 
latch is sticking.

4/11/14 Hallway/Corridor a-hall Carpentry

Havenview Middle (2325) 
3A

two door are down in this 
area.

4/22/14 Restroom (Girls) main hall Carpentry

Havenview Middle (2325) 
3A

screw need replacing in 
door.

4/22/14 Administration Area front lobby entrance door Carpentry

Havenview Middle (2325) 
3A

vertical blinds in main 
office has fallen.

4/23/14 Administration Area main office Carpentry

Havenview Middle (2325) 
3A

safety hand rail is damage  
on benches on far side.

4/25/14 Gym Carpentry

Havenview Middle (2325) 
3A

exit door to parking will 
secure, but is hard to 
open.

4/30/14 Library e-hall Carpentry

Havenview Middle (2325) 
3A

exit door is off track, hard 
to open and close but will 
secure.

4/30/14 Classroom band room c-bldg. Carpentry



Havenview Middle (2325) 
3A

hatch to roof need 
reparing.

4/30/14 Mechanical Room gym lobby Carpentry

Havenview Middle (2325) 
3A

special cut water damage 
ceiling tiles need 
replacing.

4/30/14 Library e-hall Carpentry

Havenview Middle (2325) 
3A

GIRL'S RR on MAIN HALL 
windows are NOT 
SECURING the latch will 
NOT LOCK.  Also, the 
window near the toilet is 
CRACKED per Ms. 
Lofties, Plant Mgr. 
416.3092

3/10/14 Carpentry

Havenview Middle (2325) 
3A

WINDOW RM B142-HAS 
BEEN PULLED LOOSE-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
LOFTIES 416-3092 KLR

3/17/14 Carpentry

Havenview Middle (2325) 
3A

storage in art room is 
missing special cut ceiling 
tiles.

3/19/14 Classroom b142 Carpentry

Havenview Middle (2325) 
3A

need supply of ceiling tiles. 3/19/14 Administration Area plant manager office Carpentry

Havenview Middle (2325) 
3A

this area need special cut 
ceiling tiles, water 
damage.

3/19/14 Gym gym lobby Carpentry

Havenview Middle (2325) 
3A

requesting second eraser 
board for classroom.

3/19/14 Classroom s126c Carpentry

Havenview Middle (2325) 
3A

screws on left side of 
plexiglas need to be 
replaced, entrance 
window.

4/1/14 Gym lobby area Carpentry



Havenview Middle (2325) 
3A

window is broken up high. 4/9/14 Administration Area teacher lounge Carpentry

Havenview Middle (2325) 
3A

need ceiling tiles 10/9/13 Administration Area plant manager office Carpentry

Havenview Middle (2325) 
3A

door  between boys and 
girls locker room is 
unsecure.

10/10/13 Gym locker room Carpentry

Havenview Middle (2325) 
3A

 Rm136 door handle have 
fallen off and need 
securing back on the door. 
Thanks for your help in 
this matter.  

10/15/13 Classroom Rm136 B-hall Carpentry

Havenview Middle (2325) 
3A

handle is broken on 
entrance door.  

10/16/13 Classroom 136 b-hall Carpentry

Havenview Middle (2325) 
3A

latch on door is hard to 
secure, tighten but may be 
stripped.

10/18/13 Hallway/Corridor breezeway between a-and 
b-hallways

Carpentry

Havenview Middle (2325) 
3A

can not secure office door, 
nor will gmc key.

10/22/13 Administration Area 112a Carpentry

Havenview Middle (2325) 
3A

REAR ENTRANCE DOOR 
LEADING TO PARKING 
LOT-REP/REPL CLOSER-
PLANT MGR LOFTIES 
416-3092 KLR

10/31/13 Carpentry

Havenview Middle (2325) 
3A

can't secure the exit door 
in room 149  door won't 
shut properly per Delores 
Lofties 416-3092

9/4/13 Carpentry



Havenview Middle (2325) 
3A

rest room door has been 
torn from hinges

9/16/13 Restroom (Boys) main hall Carpentry

Havenview Middle (2325) 
3A

side door needs srews 
tighten.

9/16/13 Gym exit door Carpentry

Havenview Middle (2325) 
3A

small office within main 
office area needs special 
cut ceiling tile

9/17/13 Administration Area main office Carpentry

Havenview Middle (2325) 
3A

restroom door is 
jamned,screws are pulling 
from concrete walland 
frame.

9/26/13 Restroom (Boys) main hall by library Carpentry

Havenview Middle (2325) 
3A

exit doors has a delay of 
shutting, have to slam 
each door.

9/30/13 Gym all exit door Carpentry

Havenview Middle (2325) 
3A

WINDOW LATCH IS 
BROKEN, CANT SECURE 
IN RM-132 B-HALL
PLANT MGR-
LOFTIES/416.3092

10/2/13 Carpentry

Havenview Middle (2325) 
3A

exit door is hard to open 
and close, but will secure.

10/2/13 Classroom band c-bldg. Carpentry

Havenview Middle (2325) 
3A

door do not lock on 
contact, have to slam. 

10/2/13 Hallway/Corridor entrance door on main hall Carpentry

Havenview Middle (2325) 
3A

all ceiling tiles are missing, 
room within room 110

10/8/13 Classroom e-hall 110a Carpentry



Havenview Middle (2325) 
3A

special cut ceiling tiles. 10/8/13 Classroom room 110b and 110c Carpentry

Havenview Middle (2325) 
3A

special cut water damage 
ceiling tiles

10/8/13 Classroom room 110 Carpentry

Havenview Middle (2325) 
3A

special cut ceiling tiles 10/8/13 Classroom 108 Carpentry

Havenview Middle (2325) 
3A

WINDOWS IN THE BOYS 
RSTRM NEAR TEACHER 
LOUNGE  CANNOT BE 
CLOSED AND SOME ARE 
OUT BLDG CANNOT BE 
SECURED.  SBE  
WARREN 416-3092 

7/8/13 Carpentry

Havenview Middle (2325) 
3A

     repair glass window. 7/11/13 Carpentry

Havenview Middle (2325) 
3A

ceiling tiles are water 
damage, need replacing.

7/26/13 Classroom g- bldg. band room Carpentry

Havenview Middle (2325) 
3A

long 1/2 inch gap in floor 
with holes needs caulking.

7/26/13 Classroom room124 Carpentry

Havenview Middle (2325) 
3A

ceiling tiles are greatly 
water damage in all of 
these area along with 
cafeteria.

7/29/13 Gym class room and band area Carpentry

Havenview Middle (2325) 
3A

these rooms has damage 
or missing ceiling,132, 
133, 136, 142, and 146.

7/31/13 Classroom b-hall Carpentry



Havenview Middle (2325) 
3A

these room s has damage 
or missing ceiling tiles,113, 
115, 116, 119, 121, 122, 
123, 124.

7/31/13 Classroom a-hall Carpentry

Havenview Middle (2325) 
3A

these rooms has damage 
cor missing ceiling 
tiles,band storage room, 
105, 138, 140.

7/31/13 Classroom e-hall Carpentry

Havenview Middle (2325) 
3A

these rooms has damage 
or missing ceiling tiles, 
hallways to band and gym 
and band room.

7/31/13 Classroom c-hall and gym area Carpentry

Havenview Middle (2325) 
3A

damage and missing 
ceiling tiles

7/31/13 Administration Area a-hallteacher lounge Carpentry

Havenview Middle (2325) 
3A

need baseboard on e-
hallway by library area.

7/31/13 Hallway/Corridor e-hall Carpentry

Havenview Middle (2325) 
3A

pull string on flag pole is 
broken

8/2/13 Grounds front grounds flag pole Carpentry

Havenview Middle (2325) 
3A

tiles are pulling up in back 
area of room.

8/2/13 Classroom room 119 main hall Carpentry

Havenview Middle (2325) 
3A

ceiling tiles are water 
damage or missing.

8/5/13 Restroom (Girls) main hallway Carpentry

Havenview Middle (2325) 
3A

damage or missing ceiling 
tiles.

8/5/13 Restroom (Girls) a-hall Carpentry



Havenview Middle (2325) 
3A

hardware on door is 
broken, can not secure 
door.

8/6/13 Hallway/Corridor c-bldg. band room Carpentry

Havenview Middle (2325) 
3A

damage and missing 
ceiling tiles.

8/6/13 Classroom c-3 Carpentry

Havenview Middle (2325) 
3A

ceiling tiles missing. 8/6/13 Gym new gym room 140 Carpentry

Havenview Middle (2325) 
3A

safey pads are pulling 
away from wall.

8/7/13 Gym new gym Carpentry

Havenview Middle (2325) 
3A

dor needs adjustment to 
secure storage area.

8/7/13 Gym new gym Carpentry

Havenview Middle (2325) 
3A

DOOR WONT OPEN AT 
TIMES IN EXIT NEW 
GYM.
PLANT MGR-
LOFTIES/416.3092

8/9/13 Carpentry

Havenview Middle (2325) 
3A

ceiling tiles are missing or 
damage in both area.

8/13/13 Gym storage room Carpentry

Havenview Middle (2325) 
3A

need measurement for 
special cut shades on e-
hall

8/13/13 Classroom e-hall Carpentry

Havenview Middle (2325) 
3A

door has fallen off hinges 8/15/13 Restroom (Girls) main hallway Carpentry



Havenview Middle (2325) 
3A

door will sercure,but 
hinges need to be 
checked.

8/15/13 Hallway/Corridor exit door on old gym hall Carpentry

Havenview Middle (2325) 
3A

screws are falling off hinge 
and other door on 
backward.

8/15/13 Restroom (Boys) c-hall band area and gym . Carpentry

Havenview Middle (2325) 
3A

vinyl needs replacing in 
girls restroom.

8/21/13 Restroom (Girls) old gym. hall Carpentry

Havenview Middle (2325) 
3A

EXIT DOOR FRAME IS 
VERY LOOSE.
PLANT MGR-
LOFTIES/416.3092

8/30/13 Carpentry

Havenview Middle (2325) 
3A

need replacement special 
cut ceiling tiles in band 
office.

5/2/14 Hallway/Corridor c-bldg.band room Carpentry

Havenview Middle (2325) 
3A

frame is loosen around 
exit door in this room, hard 
to secure.

5/6/14 Classroom 149 old g-hall Carpentry

Havenview Middle (2325) 
3A

need pad lock on door to 
help secure equipment for 
principal.

5/22/14 Classroom 108b Carpentry

Havenview Middle (2325) 
3A

doors need adjustment, 
hard to close.

6/6/14 Classroom 154, 155, Carpentry

Havenview Middle (2325) 
3A

lock on door will not 
secure area.

6/6/14 Administration Area teacher lounge work room 
door main hall

Carpentry



Havenview Middle (2325) 
3A

missing floor tiles need 
replacing.

6/10/14 Classroom 145 b-hall Carpentry

Havenview Middle (2325) 
3A

missing floor tiles, need 
replacing.

6/10/14 Cafeteria main hall Carpentry

Havenview Middle (2325) 
3A

missing floor tiles, need 
replacing.

6/10/14 Classroom 137 b-hall Carpentry

Havenview Middle (2325) 
3A

exit door to this room door 
frame is loosen, hard to 
secure.

6/12/14 Classroom 149 Carpentry

Havenview Middle (2325) 
3A

baseboard and  floor tiles 
need to be replace from 
treatment of termites.

6/12/14 Administration Area s113 bookroom storage Carpentry

Havenview Middle (2325) 
3A

floor tiles need 
replacement.

6/12/14 Classroom 119 Carpentry

Havenview Middle (2325) 
3A

floor tiles need replacing. 6/12/14 Classroom 115 and121 Carpentry

Havenview Middle (2325) 
3A

water damage special cut 
ceiling tiles,.

6/13/14 Concession Stand gym lobby Carpentry

Havenview Middle (2325) 
3A

missing floor tile, need 
replacement.

6/13/14 Classroom 148 Carpentry



Havenview Middle (2325) 
3A

special cut ceiling tiles. 6/13/14 Restroom (Girls) main hall and a-hall. Carpentry

Havenview Middle (2325) 
3A

special cut ceiling tile. 6/13/14 Hallway/Corridor old g-hall Carpentry

Havenview Middle (2325) 
3A

broken floor tiles at exit 
door

6/16/14 Cafeteria main hall Carpentry

Havenview Middle (2325) 
3A

missing floor tiles and 
baseboard.

6/17/14 Classroom 134 b-hall Carpentry

Havenview Middle (2325) 
3A

need brackets  
measurement to hang 
shades.

6/17/14 Classroom e-hall103 and c-bldg. c-2 Carpentry

Havenview Middle (2325) 
3A

missing floor tiles. 6/20/14 Classroom 147 and 137 Carpentry

Havenview Middle (2325) 
3A

one leg on desk is missing 
screw,keep falling'

6/4/14 Administration Area attendance office Carpentry

Havenview Middle (2325) 
3A

bad ballasts 12/18/13 Gym 138 Electrical

Havenview Middle (2325) 
3A

bad ballast, new bulbs. 12/23/13 Classroom 113 and 122 a-hall Electrical



Havenview Middle (2325) 
3A

bad switch, ligths work 
toward windows.

12/23/13 Classroom 123 Electrical

Havenview Middle (2325) 
3A

rooms 134,146,147, bad 
ballast.

1/6/14 Classroom b-hall Electrical

Havenview Middle (2325) 
3A

need three boxes of 
florscent bulbs

1/6/14 Administration Area plant manager office Electrical

Havenview Middle (2325) 
3A

room 124, bad ballast. 1/6/14 Classroom a-hall Electrical

Havenview Middle (2325) 
3A

need flat lense covers 
replaced, 3.

1/6/14 Gym lobby and girls locker room  
lobby

Electrical

Havenview Middle (2325) 
3A

bad basllast and 
replacememt of flat lense 
cover

1/6/14 Classroom s126c Electrical

Havenview Middle (2325) 
3A

HEAT CAFE & GYM 
AREAS-NOT COMING 
ON-PLANT MGR 
LOFTIES 416-3140 KLR

1/7/14 Electrical

Havenview Middle (2325) 
3A

bad ballast 1/8/14 142 Electrical

Havenview Middle (2325) 
3A

3-UV KEEPS SHUTTING 
OFF IN FIN SECRETARY 
OFFICE, RM-112C, 112D 
A-HALL, & B-HALL RM-
142
PLANT MGR-
LOFTIES/416.3092

1/9/14 Electrical



Havenview Middle (2325) 
3A

bad ballasts in these area. 1/10/14 Classroom c-bldg c-2, c-3, and girl 
restroom

Electrical

Havenview Middle (2325) 
3A

new bulb, bad 
ballast,classroom 142,new 
bulb, bad ballast

1/10/14 Restroom (Girls) adult, 113 Electrical

Havenview Middle (2325) 
3A

bad ballast 1/14/14 Mechanical Room outside generator storage Electrical

Havenview Middle (2325) 
3A

bad ballast 1/15/14 Gym lobby by boys locker room Electrical

Havenview Middle (2325) 
3A

bad ballast and need new 
flat cover lense.

1/15/14 Gym lobby by front entrance Electrical

Havenview Middle (2325) 
3A

bad ballast in teacher 
closet.

1/24/14 Gym room 138 Electrical

Havenview Middle (2325) 
3A

HEAT RM 120-NOT 
COMING ON-PLANT 
MGR LOFTIES 416-3092 
KLR

1/28/14 Electrical

Havenview Middle (2325) 
3A

CONDENSER UNIT NOT 
COMING ON IN RM-127C
PLANT MGR-
LOFTIES/416.3092

1/29/14 Electrical

Havenview Middle (2325) 
3A

need new ballast,light are 
larger floscent bulbs

1/29/14 Mechanical Room outside generator room Electrical



Havenview Middle (2325) 
3A

bad ballasts 1/31/14 Classroom 102 and 103 Electrical

Havenview Middle (2325) 
3A

(2)Bad Ballast Lights out in 
kitchen

2/6/14 Kitchen Electrical

Havenview Middle (2325) 
3A

need 100 watt bulbs 2/10/14 Administration Area plant manager office Electrical

Havenview Middle (2325) 
3A

RECEPTACLES RM 145 
& 146-HAVE NO POWER 
TO THEM-WILL NEED 
FOR CLASS-PLANT MGR 
LOFTIES 416-3092 KLR

2/11/14 Electrical

Havenview Middle (2325) 
3A

bad ballast 2/12/14 Mechanical Room outside boiler Electrical

Havenview Middle (2325) 
3A

bad ballast over sink. 2/14/14 Restroom (Girls) e-hall Electrical

Havenview Middle (2325) 
3A

bad ballast in adult ladies 
restroom.

2/25/14 Administration Area 113 Electrical

Havenview Middle (2325) 
3A

RTU NOT COMING ON IN 
RM-149 OLD G-HALL
PLANT MGR-
LOFTIES/416.3092

12/11/13 Electrical

Havenview Middle (2325) 
3A

fire doors are closing 
without alarm.

12/13/13 Hallway/Corridor e-a-b- and old g-hall Electrical



Havenview Middle (2325) 
3A

bad ballasts in this area. 12/13/13 Gym lobby Electrical

Havenview Middle (2325) 
3A

need lights for high ceiling 
in gym.

12/17/13 Gym inside gym area Electrical

Havenview Middle (2325) 
3A

three fixture out bad  
ballasts.

12/17/13 Gym gym lobby Electrical

Havenview Middle (2325) 
3A

need 100 watt bulbs for 
pantrys

11/22/13 Kitchen Electrical

Havenview Middle (2325) 
3A

fire door are consistently 
closing without fire alarm 
going off reading trouble a-
19 pull station with is in 
position.

12/2/13 Hallway/Corridor e,a,b,and old g-hall Electrical

Havenview Middle (2325) 
3A

bad ballast, three fixture. 12/3/13 Administration Area main office a-hall Electrical

Havenview Middle (2325) 
3A

bad ballast 12/3/13 Restroom (Girls) a-hall Electrical

Havenview Middle (2325) 
3A

per Ms. Lofties 416-3532 
gym is cold 51 degrees 
unit not coming on

12/9/13 Electrical

Havenview Middle (2325) 
3A

bad ballasts 12/9/13 Classroom a-hall a-19 Electrical



Havenview Middle (2325) 
3A

bad ballasts. 12/9/13 Administration Area a-hall guidance lobby Electrical

Havenview Middle (2325) 
3A

HEAT GYM AREA-NOT 
COMING ON-PLANT 
MGR LOFTIES 416-3092 
KLR

12/10/13 Electrical

Havenview Middle (2325) 
3A

bad ballast 4/16/14 Classroom a-hall 124 Electrical

Havenview Middle (2325) 
3A

UNIT NOT COMING ON 
IN GYM, OLD G-HALL, E-
HALL
PLANT MGR-
LOFTIES/416.3092

4/22/14 Electrical

Havenview Middle (2325) 
3A

five standard clock are not 
working, e-hall, main hall, 
c-hall and gym.

3/20/14 Hallway/Corridor and c-3 classroom Electrical

Havenview Middle (2325) 
3A

old g hall, new bulbs bad 
ballast, one fixture in boys 
and one fixture in girls 
restroom.

3/24/14 Restroom (Boys) and girls Electrical

Havenview Middle (2325) 
3A

BURNING SMELLING in 
the SOCKET on the 1st 
Floor on "A" Hall-Boy's RR 
per Ms. Lofties, Plant Mgr. 
416.3092

3/28/14 Electrical

Havenview Middle (2325) 
3A

three cases of floscents 
bulbs.

4/2/14 Administration Area plant manager office Electrical

Havenview Middle (2325) 
3A

152 and 156 new bulbs 
,bad ballasts.

4/2/14 Classroom old g hall Electrical



Havenview Middle (2325) 
3A

bad ballasts 4/3/14 Classroom 149, 154, and 155 Electrical

Havenview Middle (2325) 
3A

bad ballast 4/7/14 Classroom 150 old g-hall Electrical

Havenview Middle (2325) 
3A

bad ballast 4/8/14 Restroom (Boys) e-hall Electrical

Havenview Middle (2325) 
3A

room 108, 106, 104, 102, 
103, 105 and library has 
more than one fixtures out, 
bad ballasts, high ceiling. 

10/9/13 Classroom e-hall Electrical

Havenview Middle (2325) 
3A

need four boxes of 
floscent bulb.

10/10/13 Administration Area plant manager office Electrical

Havenview Middle (2325) 
3A

Replace light switches in 
gym. (Don Larkin)

10/14/13 Gym Electrical

Havenview Middle (2325) 
3A

RTU NOT COMING ON 
THRU OLD G-HALL, & E-
HALL.
PLANT MGR-
LOFTIES/416.3092

10/16/13 Electrical

Havenview Middle (2325) 
3A

need light fixture for can 
lighting

10/16/13 Library e-hall Electrical

Havenview Middle (2325) 
3A

Replace ballast in four 
skylight, two in library two 
in hallway.

10/16/13 Library and e-hallway Electrical



Havenview Middle (2325) 
3A

bad ballast 10/18/13 Administration Area 111b office Electrical

Havenview Middle (2325) 
3A

three light fixtures with bad 
ballast.

10/18/13 Library e-hall, 109b and behind 
desk

Electrical

Havenview Middle (2325) 
3A

receptacle need to be 
remounted.

10/18/13 Classroom 110 Electrical

Havenview Middle (2325) 
3A

VENTILATOR IN 
FINANCIAL 
SECRETARY'S OFFICE 
IS NOT COMING ON per 
Ms. Lofties, Plant Mgr. 
416.3092   

10/23/13 Electrical

Havenview Middle (2325) 
3A

new bulbs, bad ballast in 
three fixture.

10/25/13 Hallway/Corridor b-hall Electrical

Havenview Middle (2325) 
3A

two fixture with bad 
ballast.

11/1/13 Kitchen serve line Electrical

Havenview Middle (2325) 
3A

bad ballasts. 11/1/13 Classroom 143 Electrical

Havenview Middle (2325) 
3A

bad ballast 11/1/13 Hallway/Corridor e-hall Electrical

Havenview Middle (2325) 
3A

lighting between  
breezeway and c-bldg 
walkway is completely out.

11/7/13 Grounds outside lighting Electrical



Havenview Middle (2325) 
3A

need four boxes of 
floscent bulbs.

11/7/13 Administration Area Electrical

Havenview Middle (2325) 
3A

bad ballasts in cafeteria 
and mechancial room 
inside boiler area.

11/12/13 Cafeteria main hall Electrical

Havenview Middle (2325) 
3A

Princial, Mr Bates wants 
school bell to ring two 
times 8/15am for late and 
3/00pm for dismissal but 
bell is not ringing.

11/13/13 Administration Area main office Electrical

Havenview Middle (2325) 
3A

this room has not been in 
use, bad ballasts,  will be a 
classroom. 

11/14/13 Classroom gym room g-2 Electrical

Havenview Middle (2325) 
3A

magnetic handle on fire 
door are not working.

9/3/13 Hallway/Corridor a-hall, b-hall, e-hall, and 
old g-hall

Electrical

Havenview Middle (2325) 
3A

need on/off switch in all 
these area, keys to 
switches keep breaking.

9/4/13 Hallway/Corridor gym. hall ,gym a-hall b-hall 
andc-hall

Electrical

Havenview Middle (2325) 
3A

need  a  box of  60 watt  
bulbs.   

9/4/13 Restroom (Girls) lounge area Electrical

Havenview Middle (2325) 
3A

bad ballast, three fixture 
out.

9/4/13 Classroom 131 Electrical

Havenview Middle (2325) 
3A

A/C CAFE & KITCHEN-
BOTH NOT COMING ON-
PLANT MGR LOFTIES 
416-3092 KLR

9/6/13 Electrical



Havenview Middle (2325) 
3A

socket in this area does 
not work.

9/9/13 Administration Area e-hall Electrical

Havenview Middle (2325) 
3A

A/C RM 149-NOT 
COMING ON-PLANT 
MGR LOFTIES 416-3092 
KLR

9/16/13 Electrical

Havenview Middle (2325) 
3A

NO POWER TO MAIN A-
HALL BY OFFICE.
PLANT MGR-
LOFTIES/416.3140

9/17/13 Electrical

Havenview Middle (2325) 
3A

classroom  has a middle 
room with bad ballasts

9/23/13 Classroom c-3 Electrical

Havenview Middle (2325) 
3A

bad ballasts in this area 9/23/13 Gym girls locker room Electrical

Havenview Middle (2325) 
3A

RTU is NOT COMING ON, 
which control the entire 
Old G-Hall per Delores 
Lofties, Plant Mgr. 
416.3532 

9/24/13 Electrical

Havenview Middle (2325) 
3A

cover on socket is loosen, 
shut down computors.

9/24/13 Classroom room 150 Electrical

Havenview Middle (2325) 
3A

bad ballast, light 
constantly blinking

9/26/13 Classroom room 130 b-hall Electrical

Havenview Middle (2325) 
3A

need computor outlet, 
breaker box keep going 
out.

9/26/13 Classroom room 150 Electrical



Havenview Middle (2325) 
3A

clocks  timing is off. 9/27/13 Gym and main entrance Electrical

Havenview Middle (2325) 
3A

A/C C BLDG BAND AREA-
NOT COMING ON-PLANT 
MGR LOFTIES 416-3092 
KLR

10/1/13 Electrical

Havenview Middle (2325) 
3A

need four boxes of 
florscents bulb.

10/1/13 Administration Area plant manager office Electrical

Havenview Middle (2325) 
3A

The old G hall a/c is not 
working at all in any of the 
classrooms in that hall per 
Ms. Delores Lofties 416-
3532

10/2/13 Electrical

Havenview Middle (2325) 
3A

light changed, bad ballast. 10/2/13 Classroom b-hall 133 Electrical

Havenview Middle (2325) 
3A

all area has bad ballasts 10/3/13 Annex band room c-2 , hallway 
girls restroom

Electrical

Havenview Middle (2325) 
3A

light swicthes not working. 10/8/13 Classroom 110a b and c Electrical

Havenview Middle (2325) 
3A

UV NOT COMING ON 
MAIN OFFICE (002).
SBE-LOFTIES/416-3092

7/2/13 Electrical

Havenview Middle (2325) 
3A

POWER OUTAGE THRU 
ENTIRE BLDG.

SBE-LOFTIES/416-3092

7/15/13 Electrical



Havenview Middle (2325) 
3A

UNIT NOT COMING ON 
IN RM-14B B/LOCKER 
RM.
SBE-LOFTIES/416-3092

7/18/13 Electrical

Havenview Middle (2325) 
3A

UNITS NOT COMING ON 
IN BAND RM, & ENTIRE 
G-HALL.
PLANT MGR-
LOFTIES/416.3092

7/25/13 Electrical

Havenview Middle (2325) 
3A

there are many ceiling 
lights and can lights out in 
g- bldg..,hallways, main 
lobby and cafteria area.

7/26/13 Cafeteria main lobby Electrical

Havenview Middle (2325) 
3A

NO POWER TO LIGHTS 
DUE TO SWITCH TO 
WALK-IN 
REFRIGERATOR.
PLANT MGR-
LOFTIES/416.3092

7/29/13 Electrical

Havenview Middle (2325) 
3A

HALF THE LIGHTS IN 
MAIN LOBBY NEAR 
CAFE AND THE CAFE 
ARE  OUT. SBE LOFTIES 
416-3092

7/29/13 Electrical

Havenview Middle (2325) 
3A

need on/off 
switchesreplaced in 
cafeteria and main lobbies 
area.

7/29/13 Cafeteria main bldg. Electrical

Havenview Middle (2325) 
3A

need lense for light fixtures 
room 132, 147, 136, 137, 
148,121, 115, 123, 124, 
118, 117,and three for 120.

7/29/13 Classroom hallway b Electrical

Havenview Middle (2325) 
3A

light is bloom   outside exit 
door on back grounds

7/30/13 Administration Area outside exit door a-halll Electrical

Havenview Middle (2325) 
3A

bad ballasts in these area. 8/1/13 Administration Area attendance room and main 
office

Electrical



Havenview Middle (2325) 
3A

new bell time schedule 
8/am to 3p/m

8/2/13 Administration Area main office Electrical

Havenview Middle (2325) 
3A

key to light switch are not 
working for several area, 
need change over to on/off 
switch.

8/5/13 Hallway/Corridor and restroom Electrical

Havenview Middle (2325) 
3A

two outside light are out 
between old g- hall and 
gym.

8/5/13 Gym outside light Electrical

Havenview Middle (2325) 
3A

several lights are out  on 
back parking lot behind e-
hall and main hall, and 
library.

8/6/13 Grounds outside lighting Electrical

Havenview Middle (2325) 
3A

12 light fixture out. 8/6/13 Hallway/Corridor c-hallway band room Electrical

Havenview Middle (2325) 
3A

several light fixture are 
out.

8/6/13 Hallway/Corridor c-bldg. room c-3 Electrical

Havenview Middle (2325) 
3A

need four boxes of 
florscent light.

8/6/13 Classroom a,e,c, oldg-bldg andgym Electrical

Havenview Middle (2325) 
3A

a-hallclassroom light out, 
119,120,121,115, 
122,116,123,124,117, 
and118 b-
hall142b,130,131,143,133,
146,135,137, e-hall 
105,105,106,118 ,b and c- 
hallways missing bulbs.

8/6/13 Classroom a,b,e halll Electrical

Havenview Middle (2325) 
3A

bad ballast in this area. 8/7/13 Restroom (Girls) locker room Electrical



Havenview Middle (2325) 
3A

bad ballast in this area. 8/7/13 Restroom (Boys) locker room Electrical

Havenview Middle (2325) 
3A

these room has damage 
receptacle.

8/7/13 Classroom rooms 142b and138 gym Electrical

Havenview Middle (2325) 
3A

need replacement lenses 
for cafteria.

8/8/13 Cafeteria main hall Electrical

Havenview Middle (2325) 
3A

one fixture over teacher 
desk ,bad ballast.

8/14/13 Classroom a-hall room 122 Electrical

Havenview Middle (2325) 
3A

one bad ballast. [middle 
fixture]

8/20/13 Restroom (Boys) gym area Electrical

Havenview Middle (2325) 
3A

third light fixture in hallway 
need ballast

8/20/13 Restroom (Girls) locker room Electrical

Havenview Middle (2325) 
3A

need four can lighting. 8/21/13 Restroom (Boys) e-hall Electrical

Havenview Middle (2325) 
3A

Room C3 a/c is not 
working per Delores 
Lofties 416-3092

8/21/13 Electrical

Havenview Middle (2325) 
3A

RTU OLD G HALL-NOT 
COMING ON-PLANT 
MGR LOFTIES 416-3092 
KLR

8/22/13 Electrical



Havenview Middle (2325) 
3A

need  12 exit light replaced 
or batteries in all hallway.

8/23/13 Hallway/Corridor main, a, b, e, c, new and 
old gym hall

Electrical

Havenview Middle (2325) 
3A

emergency need checking 
or replace in all area.

8/26/13 Hallway/Corridor a,b,e,c, old gym hall new 
gym area.

Electrical

Havenview Middle (2325) 
3A

emergency lights need 
checking or replaced

8/26/13 Hallway/Corridor all halls a,b,c,e, old g-hall 
and new gym. 

Electrical

Havenview Middle (2325) 
3A

bad ballasts, [new bulbs]. 8/26/13 Classroom 117 and 118 Electrical

Havenview Middle (2325) 
3A

hooks on flag pole has 
been remove ,need 
replacing can not raise 
flag.

8/29/13 Grounds flag pole hooks Electrical

Havenview Middle (2325) 
3A

bad ballasts. 8/29/13 Classroom room 142 Electrical

Havenview Middle (2325) 
3A

two wall covers are 
missing, need replacing 
over sockets.

5/2/14 Cafeteria back wall Electrical

Havenview Middle (2325) 
3A

per ms lofties 416-3092 
room 149 in the OG Hall 
a/c not coming on at all

5/7/14 Electrical

Havenview Middle (2325) 
3A

vollyball hit lense cover 
and light, need replacing.

5/13/14 Gym gym Electrical



Havenview Middle (2325) 
3A

A/C RM 149 OLD G HALL-
NOT COMING ON-PLANT 
MGR LOFTIES 416-3092 
KLR

5/13/14 Electrical

Havenview Middle (2325) 
3A

new bulb bad ballast. 5/15/14 Hallway/Corridor annex bldg. Electrical

Havenview Middle (2325) 
3A

OUTLET POWER is OUT 
in the GYM inside the 
LAUNDRY ROOM per 
Delores Lofties, Plant Mgr. 
416.3092

5/20/14 Electrical

Havenview Middle (2325) 
3A

bad ballast over desk,new 
bulbs.

6/3/14 Administration Area attendance office Electrical

Havenview Middle (2325) 
3A

bad ballast 6/6/14 Classroom 154 old g hall Electrical

Havenview Middle (2325) 
3A

need three boxes of 
florscent bulbs,one box of 
s7335b 40 watt bulb.

6/6/14 Administration Area plant manager office Electrical

Havenview Middle (2325) 
3A

new bulbs ,bad ballast 
over desk.

6/9/14 Classroom 145 b-hall Electrical

Havenview Middle (2325) 
3A

ELECTRICAL CONDUIT 
FALLING OUT OF 
CEILING IN MAIN HALL-
PLANT MGR LOFTIES 
416-3092 KLR

6/10/14 Electrical

Havenview Middle (2325) 
3A

bad ballast 6/10/14 Classroom old g hall 150 Electrical



Havenview Middle (2325) 
3A

school has generator, but 
exit light do not come on 
when power go out.

6/10/14 Hallway/Corridor main hall, a,and b llha Electrical

Havenview Middle (2325) 
3A

new bulbs bad ballast 6/10/14 Classroom 153 Electrical

Havenview Middle (2325) 
3A

bad ballast 6/12/14 Administration Area main office Electrical

Havenview Middle (2325) 
3A

new bulb, bad ballast. 6/12/14 Classroom 119 a-hall Electrical

Havenview Middle (2325) 
3A

new bulbs, bad ballast 6/12/14 Classroom 115 Electrical

Havenview Middle (2325) 
3A

101, 103, 104, high ceiling 
with blown bulbs

6/13/14 Classroom e-hall Electrical

Havenview Middle (2325) 
3A

105, 106 ,110,and one 
fixture in hallway, high 
ceiling blown bulbs.

6/13/14 Classroom e-hall Electrical

Havenview Middle (2325) 
3A

A/C OLD G HALL-NOT 
COMING ON-PLANT 
MGR LOFTIES 416-3092 
KLR

6/16/14 Electrical

Havenview Middle (2325) 
3A

high ceiling ,blown bulbs 6/16/14 Administration Area principal office and main 
office

Electrical



Havenview Middle (2325) 
3A

Monthly - 1' Filters 
(Monthly) - Havenview 
Middle - Refer to PM 
schedule details.

5/2/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - Filter-Havenview 
Middle - Refer to PM 
schedule details.

5/3/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - Oil Lube & Belt-
Havenview Middle - Refer 
to PM schedule details.

12/31/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - 1' Filters 
(Monthly) - Havenview 
Middle - Refer to PM 
schedule details.

1/3/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - Filter-Havenview 
Middle - Refer to PM 
schedule details.

1/4/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

HEAT RM 115-NOT 
HEATING-ALL NOT 
HEATING-PLANT MGR 
LOFTIES 416-3140 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

HEAT RM E106, E110 & 
CAFE RM 126C-ALL NOT 
HEATING-PLANT MGR 
LOFTIES 416-3092 KLR 

1/8/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Unit in ROOM 120 is NOT 
HEATING per Ms. Lofties, 
Plant Mgr. 416.3532

1/10/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

UNIT NOT HEATING 
THRU ENTIRE B-HALL
PLANT MGR-
LOFTIES/416.3092

1/22/14 Heating/Ventilation /Air 
Conditioning



Havenview Middle (2325) 
3A

HEAT RM 115, 
GUIDANCE OFC, & FIN 
SEC OFC AREA-ALL NOT 
HEATING-PLANT MGR 
LOFTIES 416-3092 KLR

1/28/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - 1' Filters 
(Monthly) - Havenview 
Middle - Refer to PM 
schedule details.

1/31/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - 1' Filters 
(Monthly) - Havenview 
Middle - Refer to PM 
schedule details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

UV NOT HEATING IN RM-
120 A-HALL.
PLANT MGR-
LOFTIES/416-3092

12/12/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

2-UNITS NOT HEATING 
IN RM-131,144.
PLANT MGR-
LOFTIES/416.3092

11/26/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - 1' Filters 
(Monthly) - Havenview 
Middle - Refer to PM 
schedule details.

11/29/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

per ms lofties 416-3532 
room 142 is blowing cold 
air

12/9/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

HEAT RMS 142, 112C, 
112D & FIN SEC OFC-ALL 
NOT HEATING-PLANT 
MGR LOFTIES 416-3092 
KLR

12/10/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

UNIT NOT COOLING IN 
MAIN OFFICE
PLANT MGR-
LOFTIES/416.3092

4/22/14 Heating/Ventilation /Air 
Conditioning



Havenview Middle (2325) 
3A

Monthly - 1' Filters 
(Monthly) - Havenview 
Middle - Refer to PM 
schedule details.

4/4/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

VENTILATOR IN ROOM 
112C IS NOT HEATING 
per Ms. Lofties, Plant Mgr. 
416.3092   

10/23/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - 1' Filters 
(Monthly) - Havenview 
Middle - Refer to PM 
schedule details.

11/1/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

UNITS NOT HEATING IN 
RM-143,112C.
PLANT MGR-
LOFTIES/416.3092

11/12/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

HEAT GYM AREA-NOT 
COOLING-PLANT MGR 
LOFTIES 416-3092 KLR

11/13/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

gym has no heat and 
rooms 133 and 142 
blowing cold air per Ms. 
Lofties 416-3092

11/14/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

HEAT RM 142-NOT 
HEATING-PLANT MGR 
LOFTIES 416-3092 KLR

11/20/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

4-FCU NOT HEATING IN 
ATTEN OFFICE AREA
PLANT MGR-
LOFTIES/416.3092

11/20/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

all rooftop coils need 
cleaning and filters.

10/2/13 Gym rooftop Heating/Ventilation /Air 
Conditioning



Havenview Middle (2325) 
3A

Monthly - 1' Filters 
(Monthly) - Havenview 
Middle - Refer to PM 
schedule details.

10/4/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

RTU NOT COMING ON 
THRU ENTIRE G-
BLDG(137), UV IS 
MAKING NOISE IN RM-
112C (NO ID).
SBE-LOFTIES/416-3092  
(Electrician checked stated 
it is HVAC problem)

7/3/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

4-UNITS NOT COOLING 
IN MAIN OFFICE.
PLANT MGR-
LOFTIES/416.3092

7/25/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

UNITS ARE NOT 142B, 
143,132,115,118,113,124, 
AND G HALL IS NOT 
COOLING .SBE LOFITES 
416-3092

7/31/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

UNIT NOT COOLING IN 
RM-131, LIBRARY.
PLANT MGR-
LOFTIES/416.3140

8/1/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - 1' Filters 
(Monthly) - Havenview 
Middle - Refer to PM 
schedule details.

8/2/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

There's NO AIR 
CIRULATING IN THE 
COACHES TWO 
CLASSRMS AND IN THE 
BOYS AND GIRLS 
LOCKERROOMS; Unit 
ventilators in the Main Hall 
and E-Hall blowing HOT 

8/19/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - 1' Filters 
(Monthly) - Havenview 
Middle - Refer to PM 
schedule details.

8/30/13 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - Filter-Havenview 
Middle - Refer to PM 
schedule details.

8/31/13 Heating/Ventilation /Air 
Conditioning



Havenview Middle (2325) 
3A

THERMOSTAT HAS NO 
POWER IN CAFE
PLANT MGR-
LOFTIES/416.3140

5/2/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

A/C RM 124 A HALL & RM 
142 B HALL-BOTH NOT 
COOLING-PLANT MGR 
LOFTIES 416-3092 KLR

5/8/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

A/C MAIN OFC SEC'S 
INDIVIDUAL UNIT & RM 
124-BOTH NOT 
COOLING-PLANT MGR 
LOFTIES 416-3092 KLR

5/13/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Replace 50 ton RTU. 5/20/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Monthly - 1' Filters 
(Monthly) - Havenview 
Middle - Refer to PM 
schedule details.

5/30/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

UNITS NOT COOLING 
ATTEN OFFICES.
PLANT MGR-
LOFTIES/416.3092

6/3/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Yearly - Boiler 129 -
Havenview Mdl-Main 
Boiler Rm - Refer to PM 
schedule details.

3/3/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

Yearly - Boiler 128 -
Havenview Mdl-Main 
Boiler Rm - Refer to PM 
schedule details.

3/3/14 Heating/Ventilation /Air 
Conditioning

Havenview Middle (2325) 
3A

requesting rooms to be 
painted

10/8/13 Classroom 108 and 110  Painting



Havenview Middle (2325) 
3A

request for restroom to be 
painted in this area.

12/10/13 Restroom (Girls) and boys gym area Painting

Havenview Middle (2325) 
3A

plaster is falling from 
ceiling.

4/9/14 Hallway/Corridor e-hall by room 110 Painting

Havenview Middle (2325) 
3A

parking lanes are fading 
out , need replenishing.

5/5/14 Grounds parking lot back ground Painting

Havenview Middle (2325) 
3A

  paint door for building 2/18/14 Painting

Havenview Middle (2325) 
3A

Graffiti is on the WALLS in 
the Boy's RR in the C-
BUILDING, Girl's RR on 
Old G Hall and Girl's RR 
on Main Hall in the MAIN 
BUILDING per Ms. Lofties, 
Plant Mgr. 416.3532

1/10/14 Painting

Havenview Middle (2325) 
3A

a-hall, old g-hall,main hall, 
e-hall, c-hall need painting.

1/24/14 Restroom (Girls) restroom[boys] Painting

Havenview Middle (2325) 
3A

there are missing bricks on 
outside wall

4/16/14 Gym outside wall toward back 
lot

Painting

Havenview Middle (2325) 
3A

GANG GRAFFITI IN ASST 
PRIN'S OFC ON BLOCK 
WALL-PLANT MGR 
LOFTIES 416-3092 KLR

3/11/14 Painting

Havenview Middle (2325) 
3A

all these area need 
painting.

10/18/13 Cafeteria band lobby and gym lobby Painting



Havenview Middle (2325) 
3A

writing on door and wall 
with black marker.

10/23/13 Restroom (Girls) gym and e-hall boy 
restroom

Painting

Havenview Middle (2325) 
3A

GRAFFITI IN G/RR OLD 
G HALL, GYM, A-HALL 
B/RR& G/RR
PLANT MGR-
LOFTIES/416.3092

11/22/13 Painting

Havenview Middle (2325) 
3A

UNIT IS LEAKING WATER 
E-HALL.
PLANT MGR-
LOFTIES/416.3092

12/19/13 Plumbing

Havenview Middle (2325) 
3A

SINK PIPE IS RUNNING 
WATER IN G/RR MAIN 
HALL .
PLANT MGR-
LOFTIES/416.3140

12/19/13 Plumbing

Havenview Middle (2325) 
3A

two stop up urinal in this 
area.

12/19/13 Restroom (Boys) main hallway Plumbing

Havenview Middle (2325) 
3A

leak around base of 
commode.

1/8/14 Kitchen restroom Plumbing

Havenview Middle (2325) 
3A

main office requesting all 
six adult restroom have 
hot water, that includes 
principal office and 
concession stand

1/14/14 Administration Area all adult restrooms Plumbing

Havenview Middle (2325) 
3A

per Ms. Lofties 416-3532 
in the kitchen restroom the 
commode is stopped up 
and overflowing

1/28/14 Plumbing

Havenview Middle (2325) 
3A

Repair H W Mixing valve 2/12/14 Plumbing



Havenview Middle (2325) 
3A

commode has leaking 
flush valve.

2/14/14 Restroom (Girls) e-hall Plumbing

Havenview Middle (2325) 
3A

bad hot water leak in this 
area.

2/19/14 Library 109b Plumbing

Havenview Middle (2325) 
3A

WATER COMING UP 
THRU GROUND 
OUTSIDE BEHIND 
BANDRM-PLANT MGR 
LOFTIES 416-3092 KLR

2/20/14 Plumbing

Havenview Middle (2325) 
3A

commode is off mount and 
flushs longer than it sure..

2/26/14 Restroom (Boys) a-hall Plumbing

Havenview Middle (2325) 
3A

first sink in restroom  has a 
leak, cut off.

2/28/14 Restroom (Girls) old g-hall Plumbing

Havenview Middle (2325) 
3A

toilet stopup. 4/9/14 Restroom (Girls) A-HALL Plumbing

Havenview Middle (2325) 
3A

there a leak around base 
of toilet.

4/15/14 Restroom (Girls) c-bldg. Plumbing

Havenview Middle (2325) 
3A

toilet stop up, pull plenty of 
paper tile out.

4/22/14 Restroom (Girls) a-hall Plumbing

Havenview Middle (2325) 
3A

one toilet and a urinal stop 
up.

4/25/14 Restroom (Boys) annex Plumbing



Havenview Middle (2325) 
3A

commode is off mount and 
water is running.

4/3/14 Restroom (Boys) a-hall Plumbing

Havenview Middle (2325) 
3A

         backflow test 4/4/14 Plumbing

Havenview Middle (2325) 
3A

toilet is stop up,try too 
unstop.

4/4/14 Restroom (Boys) main hall Plumbing

Havenview Middle (2325) 
3A

drain is  stop up between 
two water fountain. 

10/28/13 Hallway/Corridor main hall Plumbing

Havenview Middle (2325) 
3A

urinal is over flowing, 10/29/13 Gym restroom/boys Plumbing

Havenview Middle (2325) 
3A

commode flush valve is 
leaking

10/29/13 Gym boys restroom Plumbing

Havenview Middle (2325) 
3A

roof drain pipe is leaking 
from ceiling by librian 
desk.

11/15/13 Library e-hall Plumbing

Havenview Middle (2325) 
3A

A/C RM 145-LEAKING-
PLANT MGR LOFTIES 
416-3092 KLR

9/5/13 Plumbing

Havenview Middle (2325) 
3A

TOILET BASE IS 
LEAKING FROM IN 
TEACHERS LOUNGE.
PLANT MGR-
LOFTIES/416.3092

9/5/13 Plumbing



Havenview Middle (2325) 
3A

handicap shower need 
repairing.

9/25/13 Gym girls locker room Plumbing

Havenview Middle (2325) 
3A

last urinal next to sink over 
flow.

9/27/13 Restroom (Boys) main hall Plumbing

Havenview Middle (2325) 
3A

water fountain, water over 
flow  into a bucket when in 
use.  

9/27/13 Annex c-bldg. band room Plumbing

Havenview Middle (2325) 
3A

commode is stop up in this 
area.

10/4/13 Kitchen restroom Plumbing

Havenview Middle (2325) 
3A

CEILING UNIT IS 
LEAKING WATER IN RM-
112A (NO ID).
SBE-LOFTIES/416-3092

7/3/13 Plumbing

Havenview Middle (2325) 
3A

DISH WASHER HOSE IS 
LEAKING.
PLANT MGR-
LOFTIES/416.3092

7/29/13 Plumbing

Havenview Middle (2325) 
3A

UNIT IN RM 143 IS 
LEAKING.S BE LOFTIES 
416-3092

8/2/13 Plumbing

Havenview Middle (2325) 
3A

leak in both sinks ,girl and 
boy restrooms

8/5/13 Restroom (Boys) e-hall and girls restroom Plumbing

Havenview Middle (2325) 
3A

third commode  will not 
flush.

8/5/13 Restroom (Girls) e-hall Plumbing



Havenview Middle (2325) 
3A

sink in art room is stop up. 8/5/13 142b Plumbing

Havenview Middle (2325) 
3A

two commode will not flush 
and another leaks when 
flush

8/5/13 Restroom (Girls) e-hall Plumbing

Havenview Middle (2325) 
3A

two urinals will not flush. 8/5/13 Restroom (Boys) e-hall Plumbing

Havenview Middle (2325) 
3A

urinal is stop up. 8/8/13 Restroom (Boys) main hall Plumbing

Havenview Middle (2325) 
3A

A/C IN RM 145-LEAKING-
SBE LOFTIES 416-3140 
KLR

8/8/13 Plumbing

Havenview Middle (2325) 
3A

UNIT IS LEAKING WATER 
IN RM-145.
PLANT MGR-
LOFTIES/416.3092

8/9/13 Plumbing

Havenview Middle (2325) 
3A

there a sink stop up in this 
area.

8/12/13 Cafeteria kitchen Plumbing

Havenview Middle (2325) 
3A

urinal will not flush. 8/12/13 Restroom (Boys) locker room Plumbing

Havenview Middle (2325) 
3A

commode leak around 
base.

8/12/13 Administration Area teacher lounge restroom Plumbing



Havenview Middle (2325) 
3A

drain is stop up in this 
area.

8/12/13 Restroom (Girls) gym girl locker room Plumbing

Havenview Middle (2325) 
3A

sink is leaking, have a 
bucket underneath.

8/19/13 Restroom (Boys) e-hall Plumbing

Havenview Middle (2325) 
3A

water fountain has bad 
leak.

8/21/13 Hallway/Corridor old g -hall Plumbing

Havenview Middle (2325) 
3A

stop up commode. 8/23/13 Restroom (Boys) c-hall Plumbing

Havenview Middle (2325) 
3A

water fountains are not 
working

8/28/13 Hallway/Corridor a-,b,- c-,- e,- main hall, 
and new gym.

Plumbing

Havenview Middle (2325) 
3A

three compartment sink 
has a leak

5/8/14 Kitchen main hall Plumbing

Havenview Middle (2325) 
3A

         back fow test 5/20/14 Plumbing

Havenview Middle (2325) 
3A

         back fow test 5/20/14 Plumbing

Havenview Middle (2325) 
3A

leak under sink 6/6/14 Restroom (Girls) 113, a-hall Plumbing



Havenview Middle (2325) 
3A

UNIT IS LEAKING WATER 
IN RM-115
PLANT MGR-
LOFTIES/416.3092

6/16/14 Plumbing

Havenview Middle (2325) 
3A

faucet on outside groung 
is leaking.

6/17/14 Grounds front ground Plumbing

Havenview Middle (2325) 
3A

Roof leak in gym at the a/c 
vent.

2/5/14 Gym Roof

Havenview Middle (2325) 
3A

area need checking for 
leaks, several water 
damage tiles

2/10/14 Gym lobby area Roof

Havenview Middle (2325) 
3A

after hard rain, water seek 
in through bottom wall and 
floor.

2/10/14 Hallway/Corridor e-hall Roof

Havenview Middle (2325) 
3A

there a leak in e- hallway, 
main entrance

12/12/13 Hallway/Corridor lobby to main entrance 
area

Roof

Havenview Middle (2325) 
3A

coach complaint leak in 
gym  area after rain near 
storage door.

12/3/13 Gym gym area Roof

Havenview Middle (2325) 
3A

ROOF IS LEAKING 
WATER ON GYM FLR
PLANT MGR-
LOFTIES/416.3092

4/15/14 Roof

Havenview Middle (2325) 
3A

ROOF GYM AREA-
LEAKING ON 
HARDWOOD FLR-PLANT 
MGR LOFTIES 416-3092 
KLR

4/25/14 Roof



Havenview Middle (2325) 
3A

there a leak in this area, 
ceiling tiles are water 
damage after being 
replenished.

3/19/14 Gym front lobby Roof

Havenview Middle (2325) 
3A

ROOF LEAKING IN GYM 
ON HARDWOOD FLR-
PLANT MGR LOFTIES 
416-3092 KLR

4/4/14 Roof

Havenview Middle (2325) 
3A

leak in pantry from roof. 10/16/13 Kitchen cafeteria Roof

Havenview Middle (2325) 
3A

leak in these two area. 10/31/13 Library and kitchen pantry Roof

Havenview Middle (2325) 
3A

per ms lofties 416-3092 
the gym roof is still leaking

5/14/14 Roof

Havenview Middle (2325) 
3A

teacher complaint about 
leak over counter by sink.

5/22/14 Classroom 142a Roof

Havenview Middle (2325) 
3A

pantry floor flood  with rain 
water

11/22/13 Kitchen pantry Roof

Havenview Middle (2325) 
3A

hatch door to roof needs 
repairing.

12/18/13 Mechanical Room gym Sheet Metal

Havenview Middle (2325) 
3A

    fabrication metal hvac 
unit.expand metal.

12/18/13 Sheet Metal



Havenview Middle (2325) 
3A

repair ladder on side of old 
gym

6/17/14 Sheet Metal



Count of Craft Craft
Location Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Hickory Ridge ES (2331) 3B 40 31 38 2 67 2 3 183
Grand Total 40 31 38 2 67 2 3 183



Location Request Description Submittal Date Area Description Area Number Craft
Hickory Ridge ES (2331) 
3B

The ladder to the cooling 
tower need to be bolted 
down its very loose. In the 
back of building near boiler 
room

4/7/14 Grounds Outside Carpentry

Hickory Ridge ES (2331) 
3B

Remove cabinet from the 
wall in room A109, A111 
due to pest control issues. 

3/21/14 1st Floor Main building Carpentry

Hickory Ridge ES (2331) 
3B

NCE and Maint. Elite team 
provide project 
management (pre -work 
and post work)   for smart 
board install at Hickory 
Ridge ES. School Rep.- 
Jacinda Daniels, 
P.O.#1430187 S.B. qty.-1

4/2/14 Carpentry

Hickory Ridge ES (2331) 
3B

Bullentin board for SBE 
office

1/15/14 1st Floor Main Building Carpentry

Hickory Ridge ES (2331) 
3B

Girls restroom door will not 
close proplery across from 
room A126

1/17/14 Restroom (Girls) main building Carpentry

Hickory Ridge ES (2331) 
3B

Back door leading outside 
in the Mechanial room isn't 
closing properly

1/22/14 Mechanical Room Main building Carpentry

Hickory Ridge ES (2331) 
3B

Main office ceiling tiles 
need to be replace 
(special cut) due to pipe 
bursting.

1/27/14 Administration Area main building Carpentry

Hickory Ridge ES (2331) 
3B

Main entrance area ceiling 
tiles need to be replaced 
(special cut) due to pipe 
bursting.

1/27/14 1st Floor Main building Carpentry



Hickory Ridge ES (2331) 
3B

Serving area floor is in 
terrible condition and not 
safe for students.IT IS 
VERY DANGEROUS AND 
UNSAFE.

4/23/14 Cafeteria Serving area floor. Carpentry

Hickory Ridge ES (2331) 
3B

Girls restroom stall door 
will not open it is stuck 
across from main office

5/1/14 Carpentry

Hickory Ridge ES (2331) 
3B

Window glass broke 
leading out to the court 
yard

7/12/13 Courtyard Main building Carpentry

Hickory Ridge ES (2331) 
3B

Exit door in room B122 will 
not lock. 

7/12/13 1st Floor main building Carpentry

Hickory Ridge ES (2331) 
3B

Change out hard ware 
door leading to court yard 
so door will automatically 
lock from the out side.

7/12/13 Courtyard Main building Carpentry

Hickory Ridge ES (2331) 
3B

Front door leaking outside 
hinges are coming off.

7/12/13 1st Floor Main building Carpentry

Hickory Ridge ES (2331) 
3B

Need hard ceiling tiles 7/22/13 1st Floor Main building Carpentry

Hickory Ridge ES (2331) 
3B

Need hard ceiling tiles cut 
into small squares

7/22/13 1st Floor Main building Carpentry

Hickory Ridge ES (2331) 
3B

Men restroom entrance 
door in teachers lounge is 
broken.

7/31/13 1st Floor Main building Carpentry



Hickory Ridge ES (2331) 
3B

Office in guidance 
complex need a bulletin 
board

8/1/13 1st Floor Main Building Carpentry

Hickory Ridge ES (2331) 
3B

Outside cafeteria door 
won't close therefore it 
cannot be secured per 
Joyce Townsend 416-1195

8/1/13 Carpentry

Hickory Ridge ES (2331) 
3B

portable 331 has a board 
loose on the ramp. the 
childrens will trip over it

8/7/13 Portables portable 331 Carpentry

Hickory Ridge ES (2331) 
3B

Exit Door will not close 
properly unable to secure

8/13/13 2nd Floor Main building Carpentry

Hickory Ridge ES (2331) 
3B

Make pedestals for 
children to aiding stand on 
for  washing their hands.

8/14/13 Restroom (Boys) Main building Carpentry

Hickory Ridge ES (2331) 
3B

Make pedestals for 
children to aiding stand on 
for  washing their hands. 
kindergarten and first 
grade hall

8/14/13 Restroom (Girls) main building Carpentry

Hickory Ridge ES (2331) 
3B

Make pedestals for 
children to aiding stand on 
for  washing their hands. 
kindergarten and first 
grade hall

8/14/13 Restroom (Boys) Main Building Carpentry

Hickory Ridge ES (2331) 
3B

2 Door Handle springs are 
broken on Cafeteria door 
leading out of the 
Cafeteria.

8/15/13 Cafeteria Main Building Carpentry

Hickory Ridge ES (2331) 
3B

Exit door near Music room 
is hard to close

8/16/13 1st Floor Main Building Carpentry



Hickory Ridge ES (2331) 
3B

Exit door in room B124 will 
not lock. 

8/20/13 1st Floor Main building Carpentry

Hickory Ridge ES (2331) 
3B

Boys restroom on hall A 
overhead rail (toilet) is 
broken

8/28/13 Restroom (Boys) Main building Carpentry

Hickory Ridge ES (2331) 
3B

ENTRANCE DOOR BY 
ART RM-NOT CLOSING-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
TOWNSEND 416-1195 
KLR

8/30/13 Carpentry

Hickory Ridge ES (2331) 
3B

Girls restroom next to 
room B119  stall door will 
not open properly 3rd door 
from the entrance. 

9/6/13 Restroom (Girls) Main Building Carpentry

Hickory Ridge ES (2331) 
3B

Need Ceiling tile for library 
special cuts

9/17/13 Library Main Building Carpentry

Hickory Ridge ES (2331) 
3B

Art room C090  need 
ceiling tile special cuts

9/17/13 2nd Floor main building Carpentry

Hickory Ridge ES (2331) 
3B

Room B117 in the main 
building comes open when 
locked. You can push door 
open when it is locked.

10/24/13 1st Floor Main building Carpentry

Hickory Ridge ES (2331) 
3B

Teacher Lounge door 
leading to the inside door 
handle is broken can't 
open from the inside.

11/6/13 1st Floor main building Carpentry

Hickory Ridge ES (2331) 
3B

Room 129 nned ceiling tile 
special cut.

11/20/13 1st Floor Main building room 129 Carpentry



Hickory Ridge ES (2331) 
3B

Remove cabinet from the 
wall in room B117 due to 
pest control issues.

11/20/13 1st Floor main building room B117 Carpentry

Hickory Ridge ES (2331) 
3B

Room A106 need 12 
celing tile special cut.

11/22/13 1st Floor main building A106 Carpentry

Hickory Ridge ES (2331) 
3B

Boys restroom across from 
room A126 stalled door is 
stuck and can not open

12/18/13 Restroom (Boys) Main building Carpentry

Hickory Ridge ES (2331) 
3B

Girls restroom across from 
room A126 ceiling tiles 
need to be replace due to 
water damage.

1/10/14 Restroom (Girls) Main building Carpentry

Hickory Ridge ES (2331) 
3B

Room A131 need ceiling 
tiles replace due to water 
damage. Tiles also need to 
be cut to size.

1/10/14 1st Floor Main building room A131 Carpentry

Hickory Ridge ES (2331) 
3B

Clocks need to be reset 
due to power outage

4/7/14 1st Floor main building Electrical

Hickory Ridge ES (2331) 
3B

RECEPTACLE NO 
POWER TO SERVING 
LINE.
PLANT MGR-
TOWNSEND/488.5859

3/19/14 Electrical

Hickory Ridge ES (2331) 
3B

Fire doors not latching 
near room A138

1/15/14 1st Floor Main building Electrical

Hickory Ridge ES (2331) 
3B

Assist HVAC in installing a 
new VFD over pricipals 
office.

2/5/14 Electrical



Hickory Ridge ES (2331) 
3B

Change out the light 
switches in the hallways 
having problems turning 
them on with the key.

2/21/14 1st Floor Main building Electrical

Hickory Ridge ES (2331) 
3B

RECEPTACLES HAVE NO 
POWER IN BACK OF 
MAIN BLDG OUTSIDE ( 
HAVING AN EVENT 
OUTSIDE NOW).
PLANT MGR-
TOWNSEND/488.5859

5/16/14 Electrical

Hickory Ridge ES (2331) 
3B

Cafeteria eating area has 
4 ceiling lights out.

7/24/13 Cafeteria Main Building Electrical

Hickory Ridge ES (2331) 
3B

There is 1 ballast out in 
the Guidance offices room 
C109. The room is C108 
inside this area.

7/26/13 1st Floor main building Electrical

Hickory Ridge ES (2331) 
3B

Resource room B119 has 
a ballast out over teachers 
desk.

7/30/13 1st Floor Main Building Electrical

Hickory Ridge ES (2331) 
3B

Room C107A has 2 
ballasts out 

7/31/13 1st Floor Main building C107A Electrical

Hickory Ridge ES (2331) 
3B

Need 2 cases of Lamp flr. 
rapid start. #46807

8/2/13 1st Floor Main Building (SBE) Electrical

Hickory Ridge ES (2331) 
3B

Clocks need to be set to 
new school start time

8/6/13 Administration Area Main Building Electrical

Hickory Ridge ES (2331) 
3B

A/C IN GUIDANCE OFC 
AREA-NOT COMING ON-
SBE TOWNSEND 416-
1195 KLR

8/12/13 Electrical



Hickory Ridge ES (2331) 
3B

A/C IN RMS A136 & A137-
BOTH NOT COMING ON-
PLANT MGR TOWNSEND 
416-1195 KLR

8/19/13 Electrical

Hickory Ridge ES (2331) 
3B

Room A117 wall socket 
burn out need to be 
replace.

8/28/13 1st Floor main building Electrical

Hickory Ridge ES (2331) 
3B

There 2 ballasts out in the 
hall way on hall A of the 
main building.

9/9/13 Electrical

Hickory Ridge ES (2331) 
3B

Back dock security lights 
isn't working on the dock. 
pitch black 

9/26/13 Cafeteria  Outside back dock Electrical

Hickory Ridge ES (2331) 
3B

UNIT NOT COMING ON 
IN LIBRARY(HAVING A 
PROGRAM TODAY)
PLANT MGR-
TOWNSEND/488.5859

10/3/13 Electrical

Hickory Ridge ES (2331) 
3B

Floor socket in library isn't 
working

10/15/13 Library Main building Electrical

Hickory Ridge ES (2331) 
3B

Receptacle in Cafteria 
eating area has something 
stuck in it.

10/31/13 Cafeteria Main building Electrical

Hickory Ridge ES (2331) 
3B

POWER OUTAGE THRU 
BLDG.
PLANT MGR-
TOWNSEND/488.5859

11/15/13 Electrical

Hickory Ridge ES (2331) 
3B

Room B 116 main building 
has no power on the back 
wall.

11/20/13 1st Floor Main building Electrical



Hickory Ridge ES (2331) 
3B

There are two floor 
receptacle not working on 
the stage.

11/21/13 Cafeteria Main building Electrical

Hickory Ridge ES (2331) 
3B

UNIT NOT COMING ON 
IN LIBRARY. 
PLANT MGR-
TOWNSEND/488.8559

11/25/13 Electrical

Hickory Ridge ES (2331) 
3B

Partial power outage. 1/9/14 Electrical

Hickory Ridge ES (2331) 
3B

Outside security lights in 
the front and around the 
building isn't working. Pitch 
black dark

1/10/14 Grounds Main building Electrical

Hickory Ridge ES (2331) 
3B

Bulbs blown on southside 
under neath capony near 
room A124.

1/13/14 Grounds Southside of Main building Electrical

Hickory Ridge ES (2331) 
3B

Bulbs blown on southside 
under neath capony near 
Art room 

1/13/14 Grounds Southside of Main building Electrical

Hickory Ridge ES (2331) 
3B

Have serveral emergency 
lights out threw out the 
main building.

1/14/14 1st Floor Main building Electrical

Hickory Ridge ES (2331) 
3B

I have several emergency 
light  not working 
throughout the main 
building

1/14/14 1st Floor main building Electrical

Hickory Ridge ES (2331) 
3B

Light out in hall front forum 
south hall.Need lift for 
light.

4/22/14 Hallway/Corridor Front forum hall by 
multipurpose room

Electrical



Hickory Ridge ES (2331) 
3B

COOL TOWER is 
OVERFLOWING per Mr. 
Daniel, Plant Mgr. 
416.8378

4/21/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

Monthly - Filter-Hickory 
Ridge Elementary - Refer 
to PM schedule details.

3/21/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

HEAT RM B120-NOT 
HEATING-PLANT MGR 
TOWNSEND 416-1195 
KLR

1/15/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

BOILER NOT HEATING IN 
MAIN BLDG.
PLANT MGR-
TOWNSEND/488.5859

1/21/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

per Ms. Townsend 416-
1195 pipe in ceiling has 
busted room A141

1/27/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

HEAT MAIN ENTRANCE 
AREA & MULTI-
PURPOSE RM-BOTH 
NOT HEATING-PLANT 
MGR TOWNSEND 416-
1195 KLR

2/3/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

per townsend 416-1195 
rooms B117, A134, A138 
blowing cold and all of the 
hallways have no heat 
very cold

2/7/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

Monthly - HICKORY 
RIDGE ELEM LVL 2 
WATER TREATMENT - 
Refer to PM schedule 
details.

3/2/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

HEAT GUIDANCE AREA-
NOT HEATING-PLANT 
MGR TOWNSEND 416-
1195 KLR

3/6/14 Heating/Ventilation /Air 
Conditioning



Hickory Ridge ES (2331) 
3B

GAS SMELL IN BOILER 
RM
PLANT MGR-
BELL/416.1195

4/29/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

CHILLER MECH RM-NOT 
COMING ON-PLANT 
MGR DANIELS 416-1195 
KLR

4/29/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

AHU-1 MAIN OFC AREA 
& RM A139-BOTH NOT 
COOLING-PLANT MGR 
TOWNSEND 416-1195 
KLR

5/9/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

Chiller in alarm 5/22/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

CHILLER MECH RM-IN 
ALARM-PLANT MGR 
TOWNSEND 416-1195 
KLR

6/17/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

Breaker keeps tripping on 
hvac unit in main office.

7/1/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

UNIT NOT COMING ON!  
Per Ms. Townsend at 
901.488.5859.

7/8/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

Monthly - Filter-Hickory 
Ridge Elementary - Refer 
to PM schedule details.

7/19/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

UNIT IN THE KITCHEN IS 
NOT COOLING. SBE 
TOWNSEND 416-8378

7/29/13 Heating/Ventilation /Air 
Conditioning



Hickory Ridge ES (2331) 
3B

CHILLER NOT COMING 
ON .
PLANT MGR-
TOWNSEND/416.1195

8/5/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

RTU NOT COOLING 
THRU MAIN BLDG
PLANT MGR-
TOWNSEND/416.1195

8/13/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

A/C REAR OF BLDG 
CAFE AREA-NOT 
COOLING-PLANT MGR 
TOWNSEND 416-1195 
KLR

8/21/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

A/C IN RMS B104 & B106-
BOTH NOT COOLING-
PLANT MGR TOWNSEND 
416-1195 KLR

8/26/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

A/C MAIN OFC-NOT 
COOLING-PLANT MGR 
TOWNSEND 416-1195 
KLR

9/5/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

Yearly - Oil Samples-
Hickory Ridge Elementary - 
Refer to PM schedule 
details.

9/10/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

A/C RM A136-NOT 
COOLING-PLANT MGR 
TOWNSEND 416-1195 
KLR

9/10/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

3-RTU NOT COOLING IN 
CAFE, 
B104,B112,B114,A136,A1
37 
PLANT MGR-
TOWNSEND/416.1195

9/12/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

Chiller is in ALARM per 
Ms. Townsend, Plant Mgr. 
416.1195

9/20/13 Heating/Ventilation /Air 
Conditioning



Hickory Ridge ES (2331) 
3B

CHILLER NOT COOLING 
BLDG PER SBE-PLANT 
MGR WATKINS 416-1195 
KLR

10/4/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

BOILER NOT COMING 
ON.
PLANT MGR-
TOWNSEND/488.5859

11/7/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

no heat in library per Ms. 
townsend 416-1195

11/12/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

HEAT RM B120-
OVERHEATING, TEMP IS 
89 PER SBE-PLANT MGR 
TOWNSEND 416-1195 
KLR

11/14/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

Monthly - Filter-Hickory 
Ridge Elementary - Refer 
to PM schedule details.

11/22/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

main office blowing cold 
air per Ms. townsend 416-
1195

12/10/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

HEAT LIBRARY-NOT 
COMING ON-THEY ARE 
HAVING A MEETING IN 
THIS AREA TODAY-
PLANT MGR TOWNSEND 
416-1195 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

HEAT MAIN OFC, 
LIBRARY, RM B106, B117, 
B122, A124, & GUIDANCE 
OFC-ALL NOT HEATING-
PLANT MGR TOWNSEND 
416-1195 KLR 

1/8/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

Monthly - Oil Lube & Belt-
Hickory Ridge Elem - 
Refer to PM schedule 
details.

3/30/14 Heating/Ventilation /Air 
Conditioning



Hickory Ridge ES (2331) 
3B

Yearly - Cooling Towers - 
Hickory Ridge Elem - 
Refer to PM schedule 
details.

3/14/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

Monthly - Oil Lube & Belt-
Hickory Ridge Elem - 
Refer to PM schedule 
details.

9/1/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge ES (2331) 
3B

GRAFFITI G RR ACROSS 
FROM CAFE ON STALL 
WALLS & DOOR-PLANT 
MGR TOWNSEND 416-
1195 KLR

10/24/13 Painting

Hickory Ridge ES (2331) 
3B

Graffiti near Cafeteria back 
area per Ms. Townsend, 
Plant Mgr. 416.1195

12/12/13 Painting

Hickory Ridge ES (2331) 
3B

Ladies restroom in the 
Cafeteria area floor drain 
is backing up has a bad 
odor coming from it.

4/14/14 Cafeteria Main building Plumbing

Hickory Ridge ES (2331) 
3B

Girls restroom near SBE 
office toilet seat is broken 
and need to be replaced.

4/2/14 Restroom (Girls) Main building Plumbing

Hickory Ridge ES (2331) 
3B

Boys restroom hand sink 
faucet isn't working it is 
stripped.

4/2/14 Restroom (Boys) Main building Plumbing

Hickory Ridge ES (2331) 
3B

Girls restroom hand sink 
faucet isn't working it is 
stripped. across from room 
C129

4/2/14 Restroom (Girls) Main building Plumbing

Hickory Ridge ES (2331) 
3B

SINK PIPE HAS BUSTED 
IN B/RR 1ST FLR
PLANT MGR-
TOWNSEND/488.5859

1/15/14 Plumbing



Hickory Ridge ES (2331) 
3B

Pipe has a small leak in 
the restroom coming from 
the ceiling in room A141 

1/17/14 1st Floor Main building Plumbing

Hickory Ridge ES (2331) 
3B

There is a leak underneath 
the water fountain across 
from the cafeteria. Right 
side

1/27/14 1st Floor Main building Plumbing

Hickory Ridge ES (2331) 
3B

Water fountain in Cafeteria 
eating are is leaking from 
the pipe.

1/27/14 Cafeteria Main building Plumbing

Hickory Ridge ES (2331) 
3B

Custodial closet drain  is 
stopped up. across from 
the cafeteria

1/29/14 Custodial Closet Main building Plumbing

Hickory Ridge ES (2331) 
3B

Art room sink as a low 
water presure, water is 
barley coming out.

1/29/14 1st Floor Main building Plumbing

Hickory Ridge ES (2331) 
3B

Girls restroom near 
Cafeteria 1st commode 
stopped up.

2/5/14 Restroom (Girls) Main Building Plumbing

Hickory Ridge ES (2331) 
3B

Girl restroom in Main 
building across from 
Cafeteria commode 
leaking around pipe when 
flushing.

2/10/14 Restroom (Girls) main building Plumbing

Hickory Ridge ES (2331) 
3B

Dishwasher is broken and 
need to be repaired. They 
will start using it because 
they will no longer  be 
using anymore disposable 
trays for this school. 

2/27/14 Cafeteria Main building Plumbing

Hickory Ridge ES (2331) 
3B

Hand sink in Cafeteria is 
leaking

3/7/14 Cafeteria Main building Plumbing



Hickory Ridge ES (2331) 
3B

WATER COOLING is 
LEAKING by ROOM B106 
per Mr. Daniel, Plant Mgr. 
416.1195

4/25/14 Plumbing

Hickory Ridge ES (2331) 
3B

Toilet stop up cannot up 
stop.

4/25/14 Restroom (Boys) Across from A126 Plumbing

Hickory Ridge ES (2331) 
3B

Water fountain leaking 
underneath across from 
room B109

5/1/14 1st Floor main building Plumbing

Hickory Ridge ES (2331) 
3B

Water fountain leaking 
from underneath across 
from Cafeteria

5/1/14 1st Floor main building Plumbing

Hickory Ridge ES (2331) 
3B

Boys restroom hand sink 
is leaking underneath 
acrom froom cafeteria

5/1/14 Restroom (Girls) main building Plumbing

Hickory Ridge ES (2331) 
3B

Relight pilots to all gas 
fired appliances and 
boilers.

5/8/14 Plumbing

Hickory Ridge ES (2331) 
3B

Boys restroom toilet 
stopped up near A129

5/14/14 Restroom (Boys) Main Building Plumbing

Hickory Ridge ES (2331) 
3B

Girls restroom toilet 
stopped up near room 
A129

5/14/14 Restroom (Girls) Main building Plumbing

Hickory Ridge ES (2331) 
3B

Water fountain across from 
room A129 is leaking from 
underneath

5/14/14 1st Floor Main building Plumbing



Hickory Ridge ES (2331) 
3B

Water fountain across from 
Cafeteria is leaking from 
underneath.

5/14/14 1st Floor Main building Plumbing

Hickory Ridge ES (2331) 
3B

Hand sink in Cafeteria is 
leaking from underneath

5/14/14 Cafeteria Main building Plumbing

Hickory Ridge ES (2331) 
3B

(2) COMMODES B RR 
1ST FLR HALL ACROSS 
FROM CAFE-ARE 
STOPPED UP-ONLY ONE 
WORKING IN RR-PLANT 
MGR TOWNSEND KLR

5/19/14 Plumbing

Hickory Ridge ES (2331) 
3B

Room B122 women 
restroom sink pipe is 
leaking underneath the 
sink.

5/19/14 1st Floor Main building Plumbing

Hickory Ridge ES (2331) 
3B

Room A121 restroom has 
a broken toilet seat 

5/19/14 1st Floor Main building Plumbing

Hickory Ridge ES (2331) 
3B

Toilet seat in teachers 
lounge need to be 
replaced it is broken.

5/21/14 1st Floor main building Plumbing

Hickory Ridge ES (2331) 
3B

Restroom in Room A141 
has a pipe leake from the 
ceiling.

7/8/13 Plumbing

Hickory Ridge ES (2331) 
3B

Commode seat broke in 
girls restroom near 
Cafeteria

7/10/13 Restroom (Girls) Main building Plumbing

Hickory Ridge ES (2331) 
3B

Girls restroom 3rd toilet 
broken, ( Across from 
Cafeteria)

7/12/13 Restroom (Girls) main building Plumbing



Hickory Ridge ES (2331) 
3B

hand sink near electrical 
closet A125 is leaking can 
not turn off.

7/12/13 1st Floor Main building Plumbing

Hickory Ridge ES (2331) 
3B

girls restroom next to 
(B107J) water fountain 
knob is broken

7/12/13 Restroom (Girls) main building Plumbing

Hickory Ridge ES (2331) 
3B

room B122 water fountain 
not working

7/12/13 1st Floor main building Plumbing

Hickory Ridge ES (2331) 
3B

boys restroom handicap 
toilet seat is broken need 
to replaced. On C hall

7/12/13 Restroom (Boys) main building Plumbing

Hickory Ridge ES (2331) 
3B

Boys restroom on C hall 
water fountain the tall one 
toward girsl restroom has 
no knob on it.

7/12/13 Restroom (Boys) main building Plumbing

Hickory Ridge ES (2331) 
3B

A Hall boys restroom 
faucet not turning all the 
way off on the hand sink.

7/12/13 Restroom (Boys) Main building Plumbing

Hickory Ridge ES (2331) 
3B

A Hall girls restroom small 
water fountain not working 
properly. 

7/12/13 Restroom (Girls) Main building Plumbing

Hickory Ridge ES (2331) 
3B

Boys restroom by room 
B107J water fountain nned 
a knob on it tall one to the 
right.

7/12/13 Restroom (Boys) main building Plumbing

Hickory Ridge ES (2331) 
3B

B Hall girls restroom 1st 
toilet from the door will not 
flush

7/12/13 Restroom (Girls) Main Building Plumbing



Hickory Ridge ES (2331) 
3B

B hall girls restroom 2nd 
toilet from the door need a 
toilet seat. there isnt one

7/12/13 Restroom (Girls) main building Plumbing

Hickory Ridge ES (2331) 
3B

On C hall boys had sink 
not working the last one 
toward the boys restroom

7/12/13 Restroom (Boys) main building Plumbing

Hickory Ridge ES (2331) 
3B

B hall boys restroom 
middle urnial isnt flushing.

7/12/13 Restroom (Boys) main building Plumbing

Hickory Ridge ES (2331) 
3B

B hall girls restroom on 
side of C113J small water 
fountain isnt working

7/12/13 Restroom (Girls) main building Plumbing

Hickory Ridge ES (2331) 
3B

B hall girls restroom side 
of C113J last hand sink 
near restroom isnt working

7/12/13 Restroom (Girls) main building Plumbing

Hickory Ridge ES (2331) 
3B

GIRL RSTRM ACROSS 
FROM THE CAFE IS 
OVERFLOWING INTO 
THE HALLWAY. SBE 
TOWNSEND 416-8378

7/30/13 Plumbing

Hickory Ridge ES (2331) 
3B

Girls restroom water 
fountains are not working. 
There are 2 in this area

8/8/13 Restroom (Girls) Main Building A hall Plumbing

Hickory Ridge ES (2331) 
3B

Boys restroom unrnial 
handle is leaking, unrnial 1 
to the right.

8/8/13 Restroom (Boys) Main building A hall Plumbing

Hickory Ridge ES (2331) 
3B

Handicap commode is 
stopped up in the boys 
restroom near the SBE 
office

8/8/13 Restroom (Boys) main building Plumbing



Hickory Ridge ES (2331) 
3B

Teacher Lounge ladies 
restroom toilet seat is 
broken

8/28/13 1st Floor Main building Plumbing

Hickory Ridge ES (2331) 
3B

Room B119 in the main 
building resource room 
restroom toilet seat is 
broken.

8/28/13 1st Floor Main building Plumbing

Hickory Ridge ES (2331) 
3B

Teachers Lounge ladies 
restroom handicap stalll 
(right)toilet keeps leaking 
when flushing.

8/28/13 1st Floor Main Building Plumbing

Hickory Ridge ES (2331) 
3B

Men restroom in Main 
office will not stop running.

9/6/13 Administration Area Main Building Plumbing

Hickory Ridge ES (2331) 
3B

Please test RP devices on 
site.

9/11/13 Plumbing

Hickory Ridge ES (2331) 
3B

Please test RP devices on 
site.

9/19/13 Plumbing

Hickory Ridge ES (2331) 
3B

3-COMPARTMENT SINK, 
HAND SINK, & GARBAGE 
DISPSOAL KITCHEN 
AREA-ALL ARE BACKING 
UP-PLANT MGR 
TOWNSEND 416-1195 
KLR

10/25/13 Plumbing

Hickory Ridge ES (2331) 
3B

3 compartment sink 
leaking from underneath 
from the pipes. 

10/29/13 Cafeteria main building Plumbing

Hickory Ridge ES (2331) 
3B

Garbage disposal stopped 
up in the cafeteria cooking 
area

11/20/13 Cafeteria Main building Plumbing



Hickory Ridge ES (2331) 
3B

3 compartment sink 
leaking from underneath in 
cafeteria cooking area.

11/20/13 Cafeteria main building Plumbing

Hickory Ridge ES (2331) 
3B

Boys 1st stall is stopped 
up. There is only two stalls 
in the boys restroom

11/25/13 Restroom (Boys) Main building Plumbing

Hickory Ridge ES (2331) 
3B

Boys restroom toilet is 
stopped up across from 
room A126

12/18/13 Restroom (Boys) Main building Plumbing

Hickory Ridge ES (2331) 
3B

Girl restroom commode 
stopped up 

12/18/13 Restroom (Girls) Main building Plumbing

Hickory Ridge ES (2331) 
3B

Test RP devices on site. 1/2/14 Plumbing

Hickory Ridge ES (2331) 
3B

CEILING PIPE HAS 
BUSTED IN G/RR 
ACROSS FROM RM-A126
PLANT MGR-
TOWNSEND/488.5859

1/10/14 Plumbing

Hickory Ridge ES (2331) 
3B

hand sink in the Cafeteria 
eating are is leaking from 
the pipe.

1/10/14 Cafeteria Main building Plumbing

Hickory Ridge ES (2331) 
3B

PUMP-2 MECH RM-
LEAKING-PLANT MGR 
TOWNSEND 416-1195 
KLR

3/17/14 Plumbing

Hickory Ridge ES (2331) 
3B

Room A138 has a roof 
leak.

9/23/13 1st Floor Main Building room A138 Roof



Hickory Ridge ES (2331) 
3B

Roof leaking girls restroom 
across from room A126.

1/9/14 1st Floor main building Roof

Hickory Ridge ES (2331) 
3B

Room A110 vent has 
falling from the ceiling and 
is broken.

4/2/14 1st Floor Main building Sheet Metal

Hickory Ridge ES (2331) 
3B

Need Vent Cover for room 
A111 it fell from the ceiling.

2/3/14 1st Floor Main building Sheet Metal

Hickory Ridge ES (2331) 
3B

Room A117 ceiling vent 
broken 

1/14/14 1st Floor main building Sheet Metal



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Hickory Ridge Middle (2333) 3B 4 25 63 40 6 31 11 3 183
Grand Total 4 25 63 40 6 31 11 3 183



Location Request Description Submittal Date Area Description Area Number Craft
Hickory Ridge Middle 
(2333) 3B

Please treat and refinish 
the Gymnasium floor.

10/1/13 Gym Gym Asbestos

Hickory Ridge Middle 
(2333) 3B

Please treat and refinish 
the Gymnasium floor.

10/1/13 Gym Gym Asbestos

Hickory Ridge Middle 
(2333) 3B

AHU - #7 - LEAKING INTO 
HALLWAY TOWARD 
CAFE - - 
PM/WHARWOOD 416-
6727

5/23/14 Asbestos

Hickory Ridge Middle 
(2333) 3B

Please insulate line going 
to cooling tower.  Heat 
trace had to be replaced.

2/28/14 Asbestos

Hickory Ridge Middle 
(2333) 3B

Please supply 4 cases of 
ceiling tile.

7/12/13 Mechanical Room Plant Manager Office Carpentry

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
front door exit push bar not 
working properly. It will not 
stay open when engaged 
with the key.

7/29/13 1st Floor Main Entrance Carpentry

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
back door to the gym not 
closing properly. The 
center maul is shaking and 
needs to be properly 
anchored.

8/13/13 Gym Gym Back Door Carpentry

Hickory Ridge Middle 
(2333) 3B

exterior door by cafeteria 
and dumpster the lock 
cylinder is completely out 
and cannot secure per Mr. 
Wharwood 416-6727

9/12/13 Carpentry



Hickory Ridge Middle 
(2333) 3B

Please supply and replace 
door closer in the women's 
locker room in the gym.

9/15/13 Gym Girls Locker room Gym Carpentry

Hickory Ridge Middle 
(2333) 3B

lock to outside door 
auditorium is broken and 
can't secure per Mr. 
Wharwood 416-6727

10/9/13 Carpentry

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
door to classroom unable 
to lock. The mechanism to 
hold the stationary side of 
the double doors is 
broken.

10/11/13 Classroom Music Room 106C Carpentry

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
Gym door not closing 
properly. The hinges have 
been strained.

10/22/13 Gym Gym Back Door Carpentry

Hickory Ridge Middle 
(2333) 3B

please repair the 
basketball goal on the 
south west end of gym it 
need a new pin in the 
winch to raise the goal.

10/28/13 Gym Gym Carpentry

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
the main curtains on the 
stage not opening properly 
with the automated 
system.  The curtains to 
the left of the stage have 
become detached from the 
drive. A scaffold or sizzor 

11/8/13 Auditorium Auditorium/Stage Carpentry

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
door closer in the boys 
locker room in the gym 
broken. Also door closer 
on the Music room hallway 
and upstairs custodial 
closet need repair.

11/25/13 Gym Boys Restroom Area. Carpentry

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
broken spring on the door 
handle at main entrance to 
the gym.

11/25/13 Gym Boys Restroom Area. Carpentry

Hickory Ridge Middle 
(2333) 3B

Repair hole in wall in 
auditorium.Wall is made 
up of sheet rock.

3/20/14 Auditorium First floor across from 
main office

Carpentry



Hickory Ridge Middle 
(2333) 3B

Please check and correct 
exit/entrance door near the 
boiler room that is getting 
stuck. The door is 
becoming jammed and is 
difficult to lock. This poses 
a security risk because the 
door appears locked when 

4/9/14 1st Floor Rear Entrance Near Boiler 
Room

Carpentry

Hickory Ridge Middle 
(2333) 3B

Please adjust the locking 
mechanism on the main 
entrance front door. The 
latch will not retract all the 
way so the door remains 
difficult to open when 
unlocked.

5/27/14 1st Floor Main Entrance Door. Carpentry

Hickory Ridge Middle 
(2333) 3B

Please supply and replace 
the door closer for the girls 
locker room door in the 
gym.

6/15/14 Gym Girls Locker room Gym Carpentry

Hickory Ridge Middle 
(2333) 3B

Please re-caulk joint in the 
corner near the front of the 
classroom in room N211. 
The building has shifted 
and opened up a crack in 
the caulk.

6/17/14 Classroom N211 Carpentry

Hickory Ridge Middle 
(2333) 3B

Please replace the 
baseboard strip at the rear 
entrance to the band 
room. The strip was 
damaged by water leaking 
in this area. The leak has 
been fixed.

6/17/14 Classroom Band Room Carpentry

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
automatic door closer for 
the west entrance inside 
door that is not working. 
The door will not close.

6/24/14 1st Floor West Entrance Carpentry

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
door closer not working 
properly. The base plate 
for the closer is detached 
because three screws 
have broken off. 

12/11/13 1st Floor Main Entrance Door Carpentry

Hickory Ridge Middle 
(2333) 3B

Please provide two (2) 
cases of ceiling tile to 
replace tiles damaged 
near cafeteria.

1/12/14 Mechanical Room Plant Manager Office Carpentry

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
chiller room outside 
access door not closing 
properly. The locking 
mechanism has been 
damaged.

2/6/14 Mechanical Room Chiller Room Carpentry



Hickory Ridge Middle 
(2333) 3B

Please replace several 
floor tile that have cracked 
and broken up at the front 
entrance and at the west 
entrance. Replacement tile 
is available on site.

2/13/14 Hallway/Corridor Main Entrance/West 
Entrance

Carpentry

Hickory Ridge Middle 
(2333) 3B

Please reconfigure cabinet 
space in the Teen Living 
Room to accommodate 
the instillation of a 
dishwasher.

11/25/13 Classroom 109 Carpentry

Hickory Ridge Middle 
(2333) 3B

Goal post on football field 
are twisted, please 
straighten out

8/5/13 Athletic Field Carpentry

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
four (4) light fixtures out in 
the boiler room and chiller 
room. Ballasts are 
defective and needs to be 
changed.

7/5/13 Mechanical Room Boiler/Chiller Room Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
several lights out in the 
main Atrium. A sizzor lift 
will be required to facilitate 
the repair. Lift is currently 
on site.

7/5/13 1st Floor main Entrance Atrium Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
light out in Plant Manager 
Office. Defective Ballast.

7/9/13 Administration Area Plant Manager Office Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
5 light fixtures out in the 
main office area. Defective 
ballasts.
Light also out in the Gym 
Teachers office in Gym. 
Ballast.

7/9/13 Administration Area Main Office Electrical

Hickory Ridge Middle 
(2333) 3B

Please supply 3 cases of 
T8 flourescent bulbs.
F32T8

7/12/13 Mechanical Room Plant Manager Office Electrical

Hickory Ridge Middle 
(2333) 3B

Please supply 6 cases of 
T8 flourescent bulbs. 
F32T8

7/23/13 Mechanical Room Plant Manager Office Electrical



Hickory Ridge Middle 
(2333) 3B

Please check and correct 
eight (8) light fixtures out 
on the cafeteria. The 
ballasts need to be 
replaced.

7/26/13 Cafeteria Cafeteria Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
several floodlights out for 
the stage area in the 
auditorium.

7/26/13 Auditorium Auditorium Electrical

Hickory Ridge Middle 
(2333) 3B

Air Handler #3 NOT 
COMING per Mr. Derrick 
Woodridge, Plant Mgr. @ 
901.416.6727.

8/6/13 Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
clock not working in room 
N206

8/13/13 Classroom N206 Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
13 lights out in the parking 
lot and the outside of the 
building.

8/21/13 Parking Lot Outside Building and 
Parking lot

Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
6 lights out in the Gym.

8/21/13 Gym Gym Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
2 ballasts out in the office 
in the band room.

8/21/13 Classroom Band Room Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
light out in the 6th grade 
councilors office (Garner). 
There is a defective 
ballast.

9/4/13 Administration Area Guidance Suite Garners 
Office

Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
venthood in the kitchen not 
working properly.
Equipment #151 069

9/12/13 Kitchen Kitchen Electrical



Hickory Ridge Middle 
(2333) 3B

Please replace seven(7) 
defective ballasts in the 
Sound rooms located in 
band room.  277v 32w 
florescent fixtures.

7/31/13 Classroom Band Room Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
five(5) lights out in the 
cafeteria. The ballasts are 
likely defective.

7/31/13 Cafeteria Cafeteria Electrical

Hickory Ridge Middle 
(2333) 3B

ALL the LIGHTS are OUT 
in CLASSROOM South 
108 per Mr. Winward, 
Plant Mgr. 416.6727

9/19/13 Electrical

Hickory Ridge Middle 
(2333) 3B

UNIT IS MAKING NOISE 
IN KITCHEN.
PLANT MGR-
WHARWOOD/649.4620

9/24/13 Electrical

Hickory Ridge Middle 
(2333) 3B

Please supply 4 cases of 
florescent bulbs. T8

10/1/13 Mechanical Room Plant Manager Office Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
lights out in the custodial 
closet on the first floor. 
Defective ballast.

10/6/13 Custodial Closet 1ST Floor Custodial Closet Electrical

Hickory Ridge Middle 
(2333) 3B

RTU NOT COMING ON IN 
CAFE.
PLANT MGR-
WHARWOOD/649.4620

10/17/13 Electrical

Hickory Ridge Middle 
(2333) 3B

Please change lights that 
are out in the scoreboard 
in the gym. Bulbs are on 
site.

10/17/13 Gym Gym Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
light out in the Music room 
and the Music Teachers 
Office. Defective Ballast. 
106 and 106C

10/25/13 Classroom MuSIC Room 106C Electrical



Hickory Ridge Middle 
(2333) 3B

BURNING SMELL IN RM 
S113-SBE THINKS IT'S 
THE A/C UNIT-PLANT 
MGR WHARWOOD 416-
6727 KLR

11/7/13 Electrical

Hickory Ridge Middle 
(2333) 3B

BURNING SMELL RM 
S107-COMING FROM 
HEATING UNIT-PLANT 
MGR WHARWOOD 416-
6727 KLR

11/15/13 Electrical

Hickory Ridge Middle 
(2333) 3B

AHU HAS A BURNING 
SMELL IN RM-S113
PLANT MGR-
WHARWOOD/649.4620

11/18/13 Classroom Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
light out in the guidance 
suite. Mrs Whorles office. 
Defective ballast.

11/20/13 Administration Area Guidance Suite Electrical

Hickory Ridge Middle 
(2333) 3B

Replace clock in main 
office.Clock is not working

3/20/14 Administration Area Main office Electrical

Hickory Ridge Middle 
(2333) 3B

Replace two clock on by 
Plant Manager office.Clock 
is not working.

3/20/14 Hallway/Corridor Outside of plant manager 
office

Electrical

Hickory Ridge Middle 
(2333) 3B

Replace two clock that is 
not working.

3/20/14 Hallway/Corridor Main hall across from main 
office

Electrical

Hickory Ridge Middle 
(2333) 3B

Replace two clocks by 
lunch room that is not 
working.

3/20/14 Hallway/Corridor Hallway by lunch room Electrical

Hickory Ridge Middle 
(2333) 3B

Replace two clocks by 
room S106 that is not 
working.

3/20/14 Hallway/Corridor First floor by room S106 Electrical



Hickory Ridge Middle 
(2333) 3B

Replace one clocks by 
room S110 that is not 
working.

3/20/14 Hallway/Corridor First follr by room S110 Electrical

Hickory Ridge Middle 
(2333) 3B

Need master clock in main 
office reset to day light 
saving time.

3/20/14 Administration Area Main office area Electrical

Hickory Ridge Middle 
(2333) 3B

PUMP#1 IS IN FAILURE 
PLANT MGR-
WHARWOOD/646.4620

4/7/14 Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
a rattling noise coming 
from the vent-a-hood in 
the kitchen when it is 
running.
SCS#151069

4/7/14 Kitchen Kitchen Electrical

Hickory Ridge Middle 
(2333) 3B

UNIT#5 NOT COMING ON 
IN GYM
PLANT MGR-
WHARWOOD/649.4620

4/10/14 Electrical

Hickory Ridge Middle 
(2333) 3B

VENTING HOOD NOT 
COMING ON IN KITCHEN 
.
PLANT MGR-
WHARWOOD/649.4620

4/16/14 Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
4 lights out (ballasts 
defective) in 2nd floor girls 
restroom.

4/22/14 Restroom (Girls) 2nd Floor Girls Restroom Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
light out in Mr Garners 
office in the guidance 
suite. Defective ballast.

4/22/14 Administration Area Guidance Suite Garners 
Office

Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
light out in the storage 
room in the main office. 
Ballast is defective.

4/23/14 Administration Area Storage Closet In main 
Office

Electrical



Hickory Ridge Middle 
(2333) 3B

Please check and correct 
10 flood lights out on the 
stage.

5/11/14 Auditorium Auditorium/Stage Electrical

Hickory Ridge Middle 
(2333) 3B

LIGHT SWITCH 7TH GR 
HALL-COVER MISSING 
EXPOSING LIVE WIRES-
A STUDENT STUCK 
THEIR HAND INSIDE 
AND GOT SHOCKED-
PLANT MGR 
WHARWOOD 416-6727 

5/21/14 Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
light out in the conference 
room in main office. 
Ballast is defective.

5/27/14 Administration Area Main Office Conference 
Room 

Electrical

Hickory Ridge Middle 
(2333) 3B

Please repair four (4) 
lights that are out in the 
gym. We have an AAU 
tournament at this location 
from June 29th through  
July 6th.

6/23/14 Gym Gym Electrical

Hickory Ridge Middle 
(2333) 3B

Please hang two banners 
in the main atrium. In 
addition please hang sport 
achievement banners in 
the gym.

6/27/14 1st Floor Main Atrium Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
4 lights that are very dim in 
the gym all on one side of 
the court. This makes the 
lighting very uneven during 
activities.

12/3/13 Gym Gym Electrical

Hickory Ridge Middle 
(2333) 3B

Please supply 4 cases of 
T8  32w florescent light 
bulbs.

12/12/13 Mechanical Room Plant Manager Office Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
exterior lights that are 
staying on continuously. 
The sensor that controls 
the lights is likely defective 
or compromised. 

1/2/14 Grounds Exterior of Building Electrical

Hickory Ridge Middle 
(2333) 3B

AHU IS SMOKING IN RM-
N212
PLANT MGR-
WHARWOOD/649.4620

1/10/14 Electrical



Hickory Ridge Middle 
(2333) 3B

Please provide 4 cases of 
32w T8 lightbulbs.

1/15/14 Mechanical Room Plant Manager's Office Electrical

Hickory Ridge Middle 
(2333) 3B

per mr wharwood 416-
6727 in the gym the 
bleachers are stuck open - 
game tomorrow

1/22/14 Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
four (4) ballasts out in 
room N107 and three (3) 
out in room N112.
277 volt 2 bulb 32 watt 
fixtures.

1/22/14 Classroom N107/N112 Electrical

Hickory Ridge Middle 
(2333) 3B

PUMP-1 MECH RM-
MAKING LOUD NOISES-
PLANT MGR 
WHARWOOD 416-6727 
KLR

1/27/14 Electrical

Hickory Ridge Middle 
(2333) 3B

PARTIAL POWER 
OUTAGE WEST SIDE 
END ( TECH IS ALREADY 
ON SITE)
PLANT MGR-
WHARWOOD/649.4620

2/5/14 Electrical

Hickory Ridge Middle 
(2333) 3B

Partial Power outage. 2/6/14 Electrical

Hickory Ridge Middle 
(2333) 3B

HEATING UNIT RM 109-
HAS A BURNING SMELL-
PLANT MGR 
WHARWOOD 416-6727 
KLR

2/10/14 Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
light out on the loading 
dock dear the kitchen 
entrance/door. The area is 
now dark and is a safety 
hazard.

2/18/14 Kitchen Kitchen Rear 
Entrance/loading Dock

Electrical

Hickory Ridge Middle 
(2333) 3B

Please repair light that is 
not working in the 
Equipment room in the 
Gym. The ballast is 
defective.

3/6/14 Gym Equipment Storage Room Electrical



Hickory Ridge Middle 
(2333) 3B

Please check and correct 
lights out on the 
scoreboard in the gym. 
Bulbs for the scoreboard 
are on site.

10/14/13 Gym Gym Electrical

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
six (6) lights out in the 
gym.

9/15/13 Gym Gym Electrical

Hickory Ridge Middle 
(2333) 3B

Please repair 10 lights that 
are out in the main atrium 
area. A lift will be required 
to complete the repairs.

2/6/14 Hallway/Corridor Main Atrium Electrical

Hickory Ridge Middle 
(2333) 3B

Monthly - Filter-Hickory 
Ridge Middle - Refer to 
PM schedule details.

7/29/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

UNIT NOT COOLING IN 
CAFE .
PLANT MGR-
WHARWOOD/416.9337

7/29/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

Air Handler units #1 & #2 
NOT COOLING per Mr. 
Derrick Woodridge, Plant 
Mgr. @ 901.416.6727.

8/6/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

AHU# 1 making a 
tremendous amount of 
noise per Mr. Wharwood 
416-6727

8/8/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

A/C IN MAIN OFC AREA-
NOT COOLING-SBE 
WHARWOOD 416-6727 
KLR

8/9/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

AHU NOT COOLING IN 
RM-N111(132)
PLANT MGR-
WHARWOOD/416.6727

8/12/13 Heating/Ventilation /Air 
Conditioning



Hickory Ridge Middle 
(2333) 3B

Room S109 a/c not 
coming on per Mr. 
Wharwood 416-6727

8/21/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

Per Wharwood, the entire 
building is hot, said AHU 1, 
2, 6, 5 are not cooling (416-
6727)

8/26/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

CEILING UNIT NOT 
COOLING IN RM-N116
PLANT MGR-
WHARWOOD/416.6727

8/29/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

A/C COMPUTER LAB-
NOT COOLING-PLANT 
MGR WHARWOOD 416-
6727 KLR

8/30/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

Yearly - Oil Samples-
Hickory Ridge Middle - 
Refer to PM schedule 
details.

9/7/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

3-UV NOT COOLING IN 
RM-109,113,CHOIR RM
PLANT MGR-
WATKINS/416.6727

9/9/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

A/C MUSIC RM SUITE-
NOT COOLING-PLANT 
MGR WATKINS 416-9337 
KLR

9/11/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

UNIT IN THE AUDIT. IS 
TOO COLD. TEMP 69. 
SBE WHARWOOD 416-
6727

8/2/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

FTU-27 RM N215-NOT 
COOLING-SBE 
WHARWOOD 416-7581 
KLR

8/5/13 Heating/Ventilation /Air 
Conditioning



Hickory Ridge Middle 
(2333) 3B

UNIT IN  RM S215 IS NOT 
COOLING. SBE 
WHARWOOD 416-7581

8/5/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

AHU-1 SERVES NORTH 
SIDE OF BLDG 
CLASSRMS & AHU-2 
SERVES SOUTH SIDE 
OF BLDG CLASSRMS-
BOTH ARE IN ALARM, 
NOT COMING ON-PLANT 
MGR WHARWOOD 416-

9/23/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

one of the boilers is 
leaking water per mr 
wharwood 416-6727

10/9/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

cooling tower is leaking 
per Mr. Wharword 416-
6727

10/18/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

fan on top of cooling tower 
is making loud noise per 
Mr. Wharword 416-6727

10/18/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

per daniel 416-6727 
cooling tower water is 
overflowing all over floor

3/19/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

per mr wharword 416-
6727 principal's office 
blowing cold

3/25/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

Monthly - Filter-Hickory 
Ridge Middle - Refer to 
PM schedule details.

3/31/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

install new cold water coil 
for AUD

4/11/14 Heating/Ventilation /Air 
Conditioning



Hickory Ridge Middle 
(2333) 3B

A/C AUDITORIUM-TOO 
COLD, TEMP IS 69-
PLANT MGR 
WHARWOOD 416-6727 
KLR

4/25/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

A/C AUDITORIUM-NOT 
COMING ON-THEY WILL 
BE TESTING IN AREA 
WILL NEED AIR-PLANT 
MGR WHARWOOD 416-
6727 KLR

4/29/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

AIR HANDLER UNITS #2, 
#3, and #4 in the MAIN 
OFFICE are NOT 
COOLING per Mr. 
Warwood, Plant Mgr. 
416.5727

5/20/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

AHU-7 AUDITORIUM-IN 
ALARM-PLANT MGR 
WHARWOOD 416-6727 
KLR

6/9/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

repair chiller 6/24/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

Monthly - Filter-Hickory 
Ridge Middle - Refer to 
PM schedule details.

12/2/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

BOILER #2 is LEAKING 
from the FRONT and 
BACK per Mr. Wardwood, 
Plant Mgr. 416.6727

12/11/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

Yearly - Air Handler 
Cleanings-Hickory Ridge 
Mdl - Refer to PM 
schedule details.

12/16/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

AHU IS OVERHEATING 
IN RM-N111
PLANT MGR-
WHARWOOD/649.4620

12/18/13 Heating/Ventilation /Air 
Conditioning



Hickory Ridge Middle 
(2333) 3B

Water pipe in ceiling 
outside the cafeteria has 
BURST per Mr. 
Wardwood, Plant Mgr. 
901.416.6727. 

1/7/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

per mr Wharwood 416-
6727 AHU#7 is leaking 
water

1/8/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

RTU is NOT HEATING in 
the GYM per Mr. 
Wardwood, Plant Mgr. 
416.6727

2/6/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

Monthly - HICKORY 
RIDGE MID LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

3/2/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

Monthly - Oil Lube & Belt-
Hickory Ridge Middle - 
Refer to PM schedule 
details.

3/10/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

Yearly - Cooling Towers - 
Hickory Ridge Middle - 
Refer to PM schedule 
details.

3/16/14 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

Monthly - Oil Lube & Belt-
Hickory Ridge Middle - 
Refer to PM schedule 
details.

8/5/13 Heating/Ventilation /Air 
Conditioning

Hickory Ridge Middle 
(2333) 3B

graffiti on wooden fence 
near  the baseball field. 
sbe wharwood 416- 9337

7/1/13 Painting

Hickory Ridge Middle 
(2333) 3B

Please cut and mark the 
appropriate lines on the 
Football Field.

7/23/13 Grounds Football Field Painting



Hickory Ridge Middle 
(2333) 3B

paint lines on football field 8/2/13 Painting

Hickory Ridge Middle 
(2333) 3B

Please paint the cubicles 
in teen living room 113. 
There is an abundance of 
graffiti in the cubicles. 

4/14/14 Classroom Teen Living 113 Painting

Hickory Ridge Middle 
(2333) 3B

paint lines on football field 5/30/14 Painting

Hickory Ridge Middle 
(2333) 3B

GRAFFITI OUTSIDE ON 
WOODEN FENCE BY 
BASEBALL FIELD-PLANT 
MGR WHARWOOD KLR

1/7/14 Painting

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
small water leak on a two 
inch water pipe located in 
the ceiling outside the 
Plant Managers Office. 

7/29/13 1st Floor Main Access Hallway Plumbing

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
commode leaking at the 
base when flushed.

8/6/13 Restroom (Girls) 1st Floor Girls Restroom 
(Near Main Office)

Plumbing

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
flushometer leaking when 
flushed in the women's 
restroom on the 1st floor( 
Teachers Restroom in 
hallway)

8/13/13 Restroom (Girls) 1st Floor Teachers(F) 
Restroom (Near Main 
Office)

Plumbing

Hickory Ridge Middle 
(2333) 3B

Please supply and replace 
toilet seat that is broken in 
the Teachers 
restroom(Men's) on the 
2nd floor.

8/20/13 Restroom (Boys) @nd Floor Male Teachers 
restroom

Plumbing

Hickory Ridge Middle 
(2333) 3B

RTU-4 SERVES MAIN 
OFC-LEAKING-PLANT 
MGR WHARWOOD 416-
6727 KLR

9/5/13 Plumbing



Hickory Ridge Middle 
(2333) 3B

Please check and correct 
water leaking from first 
sink on the right when the 
water  is turned on.

8/5/13 1st Floor Girls Restroom Plumbing

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
two urinals in the 2nd floor 
boys restroom leaking at 
the rear of the urinal when 
flushed. 2nd and third 
urinal from the left.

8/5/13 Restroom (Boys) 2nd Floor Boys Restroom Plumbing

Hickory Ridge Middle 
(2333) 3B

SINK IS STOPPED UP IN 
KITCHEN.
PLANT MGR-
WHARWOOD/649.4620

9/24/13 Plumbing

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
floor drain in the 2nd floor 
girls restroom not draining. 
Water is collecting in the 
restroom because the 
drain is clogged.

9/26/13 Restroom (Girls) 2nd Floor Girls Restroom Plumbing

Hickory Ridge Middle 
(2333) 3B

2-COM SINK IS 
STOPPED UP IN 
KITCHEN. 
PLANT MGR-
WHARWOOD/649.4620

10/21/13 Plumbing

Hickory Ridge Middle 
(2333) 3B

Test backflow device. 10/31/13 Plumbing

Hickory Ridge Middle 
(2333) 3B

GAS SMELL IN KITCHEN 
AREA-PLANT MGR 
WHARWOOD 416-6727 
KLR

11/18/13 Plumbing

Hickory Ridge Middle 
(2333) 3B

GARBAGE DISPOSAL IS 
STOPPED UP IN CAFE
PLANT MGR-
DANIEL/416.6618

3/20/14 Plumbing

Hickory Ridge Middle 
(2333) 3B

3-COMPARTMENT SINK 
KITCHEN AREA-ONE 
SIDE STOPPED UP-
PLANT MGR 
WHARWOOD 416-7581 
KLR

4/2/14 Plumbing



Hickory Ridge Middle 
(2333) 3B

Please check and correct 
water leaking from the 
third sink from the left in 
the girls restroom on the 
2nd floor. In addition the 
faucet on this sink is loose 
and needs to be tightened.

4/10/14 2nd Floor Girls Restroom Plumbing

Hickory Ridge Middle 
(2333) 3B

Please replace commode 
in the first stall that is 
cracked in the Men's 
Restroom near the 
Auditorium.

5/13/14 Restroom (Boys) Near Auditorium Plumbing

Hickory Ridge Middle 
(2333) 3B

Please supply and replace  
a broken toilet seat in the 
restroom in the 2nd Floor 
Teachers Lounge.

5/13/14 Restroom (Boys) 2nd Floor Teachers 
Lounge

Plumbing

Hickory Ridge Middle 
(2333) 3B

AHU-7 OUTSIDE CAFE 
AREA-LEAKING-PLANT 
MGR WHARWOOD 416-
6727 KLR

6/30/14 Plumbing

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
the first shower in the girls 
locker room running water 
continuously.

11/26/13 Gym Girls Locker room Gym Plumbing

Hickory Ridge Middle 
(2333) 3B

WATER HEATER ENTIRE 
BLDG INCLUDING 
KITCHEN AREA-NOT 
HEATING WATER-PLANT 
MGR WHARWOOD 416-
6727 KLR

12/12/13 Plumbing

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
poor water pressure in all 
the commodes in the girls 
2nd floor restroom. Also 
two flushometers  the left 
side stalls leaking.

12/12/13 Restroom (Girls) 2nd Floor Girls Restroom Plumbing

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
the commode in the 
handicapped stall in the 
2nd floor boys restroom 
shaking/moving. The 
commode is not properly 
anchored to the floor.

12/12/13 Restroom (Boys) 2nd Floor Boys Restroom Plumbing

Hickory Ridge Middle 
(2333) 3B

HOT WATER is OFF in the 
KITCHEN per Mr. 
Warwood, Plant Mgr. 
416.6727

12/16/13 Plumbing



Hickory Ridge Middle 
(2333) 3B

Please check and correct 
water leaking from water 
fountain outside the 
cafeteria. The unit fell off 
the wall and needs to be 
reattached as well.
# 151-069

12/16/13 Hallway/Corridor OUTSIDE CAFETERIA Plumbing

Hickory Ridge Middle 
(2333) 3B

Test RP devices on site. 1/2/14 Plumbing

Hickory Ridge Middle 
(2333) 3B

CIRCULATING PUMP 
MECH RM-LEAKING-
PLANT MGR 
WHARWOOD 416-6727 
KLR

1/8/14 Plumbing

Hickory Ridge Middle 
(2333) 3B

WATER PIPE TO 
COOLING TOWER 
OUTSIDE-HAS BURST-
PLANT MGR 
WHARWOOD 416-6727 
KLR

1/10/14 Plumbing

Hickory Ridge Middle 
(2333) 3B

Repair busted make up 
line going to cooling tower.

2/18/14 Plumbing

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
water leaking from the 
water fountain in the 
gymnasium.
Id#151-121

2/24/14 Gym Gym Plumbing

Hickory Ridge Middle 
(2333) 3B

Please install plumbing 
connections for the 
instillation of a dishwasher 
in the Home 
Economics/Teen Living 
room.

11/25/13 Classroom 109 Plumbing

Hickory Ridge Middle 
(2333) 3B

Please replace two water 
fountains outside the boys 
restroom on the 2nd floor 
that are no working. The 
new water fountains are 
located on site in the Plant 
managers Storage room. 

7/30/13 2nd Floor Boys Restroom Area. Plumbing

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
water leaking in the Band 
room when it rains. The 
downspouts near this 
room are clogged and this 
contributes to the problem.
Also leaking at the 
restroom near the 

7/22/13 1st Floor Band Room/Hallway Roof



Hickory Ridge Middle 
(2333) 3B

Have water leaking down 
the wall by the trophy 
case.

7/23/13 1st Floor 901-416-9337 Roof

Hickory Ridge Middle 
(2333) 3B

Water is coming in the 
instrument room of the 
band room.  Gutters 
outside of building by band 
room are clogged up 
causing water to come 
through ceiling and back 
door of band room.

7/23/13 Classroom 901-416-9337 Roof

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
water leaking into the gym 
equipment room when it 
rains.

11/1/13 Gym Gym Storage/Equipment 
Room

Roof

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
water leaking into room 
115 (ISS) room when it 
rains.

11/13/13 Classroom 115 ISS ROOM Roof

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
large puddles of standing 
water around air handler 
#8 when it rains. This unit 
is located over the stage in 
the auditorium.

4/7/14 2nd Floor Roof Roof

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
water leaking into the 
ceiling  outside the boys 
restroom near the 
cafeteria when it rains.

5/18/14 1st Floor Roof/Near Cafeteria Roof

Hickory Ridge Middle 
(2333) 3B

Please clean all the 
drainage downspouts on 
the building. They cannot 
be reached from the roof. 
A ladder or lift truck will be 
needed to execute 
cleaning.

6/15/14 2nd Floor Roof Roof

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
water leaking onto the 
ceiling in several locations 
when it rains.
First floor hallway near the 
teachers women's 
restroom.
Main Access hallway 

6/29/14 1st Floor Main Atrium/Access 
hallway/Trophy case/Near 
Cafe

Roof

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
water leaking into the copy 
room in the main office 
area when it rains. Water 
is also leaking in the 
hallway near the band 
room.

1/16/14 Administration Area Copy Room In Min 
Office/Hallway outside 
Band Room

Roof



Hickory Ridge Middle 
(2333) 3B

Please check and correct 
four (4) downspouts for 
rain runoff that are clogged 
up. The water is backing 
up in the downspouts.

2/5/14 1st Floor Roof down spouts. Roof

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
diffuser for the HVAC duct 
work falling off the duct. It 
needs to replaced/repaired 
as it poses a safety risk. 

11/5/13 Gym Gym Sheet Metal

Hickory Ridge Middle 
(2333) 3B

Please check and correct 
ac vent that has become 
dislodged and is hanging 
over the bleachers. A lift 
will be needed to secure 
the vent cover.

5/4/14 Gym Gym Sheet Metal

Hickory Ridge Middle 
(2333) 3B

Please plug several vent 
holes at the main entrance 
canopy. There are birds 
nesting in the holes that 
are causing guano issues.

5/29/14 1st Floor Main Entrance Sheet Metal



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Grand Total

Highland Oaks ES (0108) 3B 2 64 114 97 16 56 9 358
Grand Total 2 64 114 97 16 56 9 358



Location Request Description Submittal Date Area Description Area Number Craft
Highland Oaks ES (0108) 
3B

Floor tile needs to be 
replaced. Tripping Hazard.

7/18/13 Portables East side of the school-
197

Asbestos

Highland Oaks ES (0108) 
3B

Floor tile needs to be 
replaced. Tile is coming up 
all over. Need to have this 
done before school starts.  
TRIPPING HAZARD.

7/22/13 Classroom 400- hall- 407 Asbestos

Highland Oaks ES (0108) 
3B

Tile needs to be replaced. 6/11/14 Classroom Carpentry

Highland Oaks ES (0108) 
3B

Door needs to be adjusted 
to the restroom.

6/11/14 Classroom 200- hall- 201 Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced. 6/11/14 Classroom 200- hall- 201 Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced. 6/6/14 Classroom 200- hall-209 Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced 
by the boys restroom. Ned 
to have this done before 
stripping has started in the 
next 2 wks.

6/6/14 Hallway/Corridor 400- hall Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced 
from the fire door all the 
way to the teachers eating 
area.

5/21/14 Hallway/Corridor 300- hall Carpentry



Highland Oaks ES (0108) 
3B

Tile needs to be replaced. 5/21/14 Cafeteria North side Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced 
by the East exit doors on 
the right side.

5/21/14 Cafeteria East side Carpentry

Highland Oaks ES (0108) 
3B

Bottom desk drawer needs 
to be repaired Safety 
hazard.

6/3/14 Administration Area Fnicial Secretary Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced 
before wax can be laid.

6/5/14 Classroom 300- hall- 300 Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced. 6/5/14 Classroom 400- hall-405 Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced 
on the left and right side 
after you pass plant mgrs 
office.

6/6/14 Hallway/Corridor Main Hall Carpentry

Highland Oaks ES (0108) 
3B

1st stall door needs to be 
repaired.

5/15/14 Restroom (Girls) 400- hall Carpentry

Highland Oaks ES (0108) 
3B

Door handle needs to be 
repaired.

4/8/14 Classroom 400- hall- 400 Carpentry

Highland Oaks ES (0108) 
3B

Door handle needs to be 
repaired.

4/8/14 Classroom 400- hall- 417 Carpentry



Highland Oaks ES (0108) 
3B

 Need a screen hung. 8/1/13 Classroom 300- hall- 313 Carpentry

Highland Oaks ES (0108) 
3B

Need to have 6 lockers 
installed so that Assistants 
will have a place to put 
personal items.

4/17/14 Hallway/Corridor 100- hall- teachers 
workroom

Carpentry

Highland Oaks ES (0108) 
3B

Entrance door and center 
door is hard to lock and 
unlock. See Cafeteria 
Manager.

4/17/14 Kitchen Carpentry

Highland Oaks ES (0108) 
3B

1st stall door needs to be 
repaired.

2/6/14 Restroom (Girls) 400- hall Carpentry

Highland Oaks ES (0108) 
3B

Door needs to be adjusted 
hard to open , hard to 
close.

2/14/14 Hallway/Corridor 400- hall- Computer Lab Carpentry

Highland Oaks ES (0108) 
3B

Need to have a 4x8 
bulletin board hung on the 
left side on the maroon 
wall as you enter the 
building.

2/17/14 Hallway/Corridor Main Hall Carpentry

Highland Oaks ES (0108) 
3B

Need to have a 4X8 
bulletin board hung on the 
maroon wall on the right 
side as you enter the 
building.

2/24/14 Hallway/Corridor Front of the school Carpentry

Highland Oaks ES (0108) 
3B

Pencil sharpner needs to 
be put on wood block and 
drilled into the cinder 
block. Do not have the 
wood block.

2/25/14 Classroom 100- hall- 107 Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced 
by the North exit doors.

2/25/14 Cafeteria Carpentry



Highland Oaks ES (0108) 
3B

Door handle needs to be 
repaired.

3/12/14 Classroom 200- hall- 207 Carpentry

Highland Oaks ES (0108) 
3B

Door is hard to open and 
close.

3/12/14 Classroom 200- hall- 213 Carpentry

Highland Oaks ES (0108) 
3B

Need to have pencil 
sharpner mounted on 
wood block into the cinder 
block. Sharpner is in the 
room. Do not have block.

3/19/14 Classroom 300- hall- 300 Carpentry

Highland Oaks ES (0108) 
3B

Skirting needs to be 
replaced to the foundation 
of portable 190.

1/2/14 West side of the school Carpentry

Highland Oaks ES (0108) 
3B

Door stops needs to be 
replaced by the gym 
entrance doors.

1/14/14 Gym Carpentry

Highland Oaks ES (0108) 
3B

Door stop needs to be 
replaced outside of room # 
405.

1/14/14 Hallway/Corridor 400- hall Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced 
by the boys restroom .

1/23/14 Hallway/Corridor 200- hall- kintergarten Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced 
under the chill fountain by 
the girls restroom.

1/23/14 Hallway/Corridor 200- hall- kintergarten Carpentry

Highland Oaks ES (0108) 
3B

The rubber mat needs to 
be glued back on the steps 
where students stand on 
to wash thier hands

1/23/14 Restroom (Boys) 200- hall-2nd grade Carpentry



Highland Oaks ES (0108) 
3B

The rubber mat needs to 
be glued back on the steps 
where the students stand 
on to wash thier hands

1/23/14 Restroom (Girls) 200- hall- girls Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced. 1/23/14 Classroom 300- hall- 305 Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced 
under the chill fountain by 
the girls restroom.

1/23/14 Hallway/Corridor 400- hall Carpentry

Highland Oaks ES (0108) 
3B

Need to have a wood 
block drilled to the cinder 
block so that pencil 
sharpner can stay up.

1/23/14 Classroom 400- hall- 417 Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to replaced as 
you enter the hall by fire 
doors.

1/30/14 Hallway/Corridor 100- hall Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced 
under the chill fountains by 
the boys and girls 
restrooms.

1/30/14 Hallway/Corridor 100- hall Carpentry

Highland Oaks ES (0108) 
3B

Need some screws for 
classroom door face plates 
and panic bars.

7/18/13 ALL- OVER Carpentry

Highland Oaks ES (0108) 
3B

Coat rack needs to be 
hung it has fallen from the 
wall

7/29/13 200- hall- 207 Carpentry

Highland Oaks ES (0108) 
3B

Need to have a screen 
hung.

7/30/13 Classroom 300- hall- 307 Carpentry



Highland Oaks ES (0108) 
3B

Need to have the bulletin 
board removed from 
outside of room 215 to 
inside room 216 on the 
wall above the computers.

7/30/13 Hallway/Corridor 200- hall Carpentry

Highland Oaks ES (0108) 
3B

Door handles needs to be 
repaired.

8/15/13 Classroom 100- hall-101, 103,106 Carpentry

Highland Oaks ES (0108) 
3B

Door handle needs to be 
repaired to the restroom 
door.

8/15/13 Classroom 200- hall- 201 Carpentry

Highland Oaks ES (0108) 
3B

Door handles needs to be 
repaired

8/15/13 Classroom 200- hall-
205,213,214,215,218,218

Carpentry

Highland Oaks ES (0108) 
3B

Door handles needs to be 
repaired.

8/15/13 Classroom 400- hall-407,415,417 Carpentry

Highland Oaks ES (0108) 
3B

Door needs to be 
adjusted. It will not close.

8/20/13 Classroom 200- hall- 201 Carpentry

Highland Oaks ES (0108) 
3B

Need 6 saw horses to 
block traffic

8/28/13 parking lot Carpentry

Highland Oaks ES (0108) 
3B

Need to have a map hung. 9/3/13 Classroom 100- hall- 107 Carpentry

Highland Oaks ES (0108) 
3B

Lock needs to be repaired. 9/13/13 Cafetorium South entrance door Carpentry



Highland Oaks ES (0108) 
3B

Door needs to adjusted 
Per Fire Marshall request.

9/30/13 Classroom 400- hall- 407 Carpentry

Highland Oaks ES (0108) 
3B

Door needs to be adjusted 
Per Fire Marshall request.

9/30/13 Custodial Closet 200- hall- by girls restroom Carpentry

Highland Oaks ES (0108) 
3B

The cable needs to be 
replaced on the Flag pole

10/2/13 Front of the school Carpentry

Highland Oaks ES (0108) 
3B

Need to have a map hung. 10/2/13 Classroom 100- hall- 113 Carpentry

Highland Oaks ES (0108) 
3B

Drill hole for checking 
ground water.

10/7/13 Carpentry

Highland Oaks ES (0108) 
3B

please repair the glass on 
the entrance door on the 
200 hallway someone has 
hit it with a brick.

10/21/13 Hallway/Corridor entrance door on the 200 
hallway

Carpentry

Highland Oaks ES (0108) 
3B

Floor tile needs to be 
repaired.

11/18/13 Hallway/Corridor 300- hall Carpentry

Highland Oaks ES (0108) 
3B

Glass out of doors have 
been knocked out of 
Portables 194 & 195 per 
Julius Walker, Plant Mgr 
756.2349

12/3/13 Carpentry

Highland Oaks ES (0108) 
3B

Door lock needs to be 
repaired to office entry 
door on the right side.

12/10/13 Administration Area Carpentry



Highland Oaks ES (0108) 
3B

Please repair door handle. 12/10/13 400- hall- Computer Lab Carpentry

Highland Oaks ES (0108) 
3B

Tile needs to be replaced . 12/12/13 Cafeteria North side by exit doors Carpentry

Highland Oaks ES (0108) 
3B

Need to have the 
baseboard replaced.

7/29/13 main- hall Carpentry

Highland Oaks ES (0108) 
3B

Need to have a dry erase 
board hung. School does 
not have the board.

8/20/13 Classroom 300- hall- 317 Carpentry

Highland Oaks ES (0108) 
3B

Pole mounted light needs 
to be repaired. Blue tape 
marks the pole.

3/20/14 Parking Lot East side of the school Electrical

Highland Oaks ES (0108) 
3B

Outside light needs to be 
repaired as you enter the 
school by room 215.

6/11/14 West sde of the school Electrical

Highland Oaks ES (0108) 
3B

UNIT NOT COMING ON 
IN RM-303, 
CONFERENCE RM, 
TEACHERS' WORK RM 
300 HALL
PLANT MGR-
WALKER/756.2349

6/11/14 Electrical

Highland Oaks ES (0108) 
3B

WIRES are exposed from 
OUTLET in ROOM 302 on 
the S. wall underneath 
Bulletin Board per Julius 
Walker, Plant Mgr. 
756.2349

3/24/14 Electrical

Highland Oaks ES (0108) 
3B

There are 2 pole mounted 
lights that needs to be 
repaired. Blue tape marks 
them.

3/25/14 Parking Lot West side of the school Electrical



Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired facing the 
playground.

3/25/14 South side of the school Electrical

Highland Oaks ES (0108) 
3B

Command pad is showing 
loss of power.

3/31/14 Portables 196-East side of the 
school

Electrical

Highland Oaks ES (0108) 
3B

Heater needs to be 
repaired above the South 
exit doors.

12/19/13 Hallway/Corridor 400- hall Electrical

Highland Oaks ES (0108) 
3B

Repair the vent a hood 
switch.

8/5/13 Electrical

Highland Oaks ES (0108) 
3B

Please repair vent fan. 4/9/14 Restroom (Boys) 300- hall Electrical

Highland Oaks ES (0108) 
3B

Please repair vent fan. 4/9/14 Restroom (Girls) 300- hall Electrical

Highland Oaks ES (0108) 
3B

Please repair vent fan. 4/9/14 Restroom (Boys) 400- hall Electrical

Highland Oaks ES (0108) 
3B

Please repair vent fan. 4/9/14 Restroom (Girls) 400- hall Electrical

Highland Oaks ES (0108) 
3B

Please repair vent fan. 4/9/14 Restroom (Boys) 100- hall Electrical



Highland Oaks ES (0108) 
3B

Please repair vent fan. 4/9/14 Restroom (Girls) 100- hall Electrical

Highland Oaks ES (0108) 
3B

Need to have 3 pole 
mounted lights repaired.

4/29/14 Parking Lot East side of the school Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired outside room 210.

5/6/14 South side of the school Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired outside of room 
216.

5/6/14 South side of the school Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired outside of room 
220.

5/6/14 South side of the school Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired outside of room 
222.

5/6/14 South side of the school Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired outside of room 
415.

5/6/14 South side of the school Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired above the outside 
entrance door by room 
403,

5/6/14 South side of the school Electrical

Highland Oaks ES (0108) 
3B

The outside South 
entrance light to the hall 
needs to be repaired.

2/13/14 Hallway/Corridor 200- hall Electrical



Highland Oaks ES (0108) 
3B

The electrical outlet on the 
South wall needs to be 
repaired.

2/13/14 Gym Electrical

Highland Oaks ES (0108) 
3B

The ballast needs to be 
replaced in the 1st light 
fixture.

2/24/14 Restroom (Girls) 100- hall Electrical

Highland Oaks ES (0108) 
3B

Ballast needs to be 
replaced in the light fixture 
by the teachers eating 
area. Blue tape marks it.

2/24/14 Hallway/Corridor 300- hall Electrical

Highland Oaks ES (0108) 
3B

Ballast needs to be 
replaced in the 1st light 
fixture as you enter the 
hall. Blue tape marks it.

2/24/14 Hallway/Corridor 400- hall Electrical

Highland Oaks ES (0108) 
3B

Ballast needs to be 
replaced in the light fixture 
by#407. Blue tape marks 
it.

2/24/14 Hallway/Corridor 400- hall Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to 
repaired outside of 309.

2/24/14 East side of school across 
fro playground

Electrical

Highland Oaks ES (0108) 
3B

Ballast needs to be 
replaced. Blue tape marks 
the light.

3/5/14 Classroom 100- hall- 106 Electrical

Highland Oaks ES (0108) 
3B

Ballast needs to be 
replaced.

3/12/14 Classroom 100- hall-103 Electrical

Highland Oaks ES (0108) 
3B

Ballast needs to be 
replaced. Blue tape marks 
the light.

3/12/14 Classroom 200- hall- 204 Electrical



Highland Oaks ES (0108) 
3B

Ballast needs to be 
replaced. Blue tape marks 
the light.

3/12/14 Classroom 200- hall- 206 Electrical

Highland Oaks ES (0108) 
3B

Ballast needs to be 
replaced in 2 light fixtures. 
Blue tape marks the lights.

3/12/14 Classroom 200- hall- 208 Electrical

Highland Oaks ES (0108) 
3B

Ballast needs to be 
replaced. Blue tape marks 
the light.

3/12/14 Classroom 200- hall- 213 Electrical

Highland Oaks ES (0108) 
3B

Clock needs to be 
repaired.

1/2/14 Hallway/Corridor 100- hall Electrical

Highland Oaks ES (0108) 
3B

Ballast needs to be 
replaced.

1/3/14 Restroom (Girls) 100- hall Electrical

Highland Oaks ES (0108) 
3B

Light needs to be repaired 
on the girls side dressing 
room.

2/4/14 Gym Electrical

Highland Oaks ES (0108) 
3B

Light needs to be repaired 
in the restroom. There is 
no light.

2/5/14 Hallway/Corridor 100- hall- teachers 
workroom

Electrical

Highland Oaks ES (0108) 
3B

Light needs to be repaired. 
X marks the light.

2/5/14 Classroom 300- hall- 307 Electrical

Highland Oaks ES (0108) 
3B

Go through electrical of 
the building with the new 
plant manager. 

7/11/13 Electrical



Highland Oaks ES (0108) 
3B

Power outage. 7/15/13 Electrical

Highland Oaks ES (0108) 
3B

Install new plant manager 
codes.

7/16/13 Electrical

Highland Oaks ES (0108) 
3B

Please run Test. Generator 
Level 2 Facilities
ETSS annual load test
NFPA 110

7/16/13 Electrical

Highland Oaks ES (0108) 
3B

Outside light fixture needs 
to be repaired. Need a 
glass globe for lt fixture

7/17/13 Portables East side of the school- 
207

Electrical

Highland Oaks ES (0108) 
3B

Light fixture need to be 
repaired.

7/17/13 Classroom 300 hall-300 Electrical

Highland Oaks ES (0108) 
3B

Need to have vent fan 
repaired.

7/18/13 Restroom (Boys) 300- hall Electrical

Highland Oaks ES (0108) 
3B

Need to have vent fan 
repaired.

7/18/13 Restroom (Girls) 300- hall Electrical

Highland Oaks ES (0108) 
3B

Vent fan needs to be 
repaired.

7/18/13 Restroom (Boys) 400- hall Electrical

Highland Oaks ES (0108) 
3B

Vent fan needs to be 
repaired.

7/18/13 Restroom (Girls) 400- hall Electrical



Highland Oaks ES (0108) 
3B

Please check battery. 7/19/13 Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired.

7/23/13 Classroom West side of the school- 
211

Electrical

Highland Oaks ES (0108) 
3B

Left light needs to be 
repaired.

7/26/13 Dock Electrical

Highland Oaks ES (0108) 
3B

Command pad is showing 
system trouble.
Assign to Roger.

8/6/13 Main entrance key pad Electrical

Highland Oaks ES (0108) 
3B

Alarm is not working in the 
main bldg .
Assign to Roger. Benny

8/8/13 Main Bldg Electrical

Highland Oaks ES (0108) 
3B

Need some lamps for the 
school. Stock 
#10531,ordered 15, stock# 
10257, ordered 10, stock # 
10460 ordered 10

8/13/13 ALL- OVER Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired.

8/14/13 East side off the school-
415

Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired.

8/14/13 East side of the school- 
403

Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired.

8/14/13 East side of the school- 
210

Electrical



Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired.

8/14/13 East side off the school- 
216

Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired.

8/14/13 East side of the school- 
218

Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired.

8/14/13 East side of the school-
222

Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired.

8/14/13 North side of the school- 
103

Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired.

8/14/13 South side of  the school- 
108

Electrical

Highland Oaks ES (0108) 
3B

vent fan is not working, 
floor is wet from 
condensation. SAFETY 
HAZARD.

8/16/13 Restroom (Boys) 200- hall Electrical

Highland Oaks ES (0108) 
3B

Vent fan is not working, 
floor is wet from 
condensation. SAFETY 
HAZARD.

8/16/13 Restroom (Girls) 200- hall Electrical

Highland Oaks ES (0108) 
3B

Bell will not ring in the on 
setting. Need this for the 
all clear signal after fire 
drills.

8/16/13 Administration Area Electrical

Highland Oaks ES (0108) 
3B

Please check the vent fans 
in the restrooms.

8/21/13 Restroom (Boys) 200- hall Electrical



Highland Oaks ES (0108) 
3B

Please repair light fixture. 8/21/13 Library Electrical

Highland Oaks ES (0108) 
3B

South outside light needs 
to be repaired as you enter 
the school.

8/22/13 Hallway/Corridor 200- hall Electrical

Highland Oaks ES (0108) 
3B

West outside light needs 
to be repaired as you enter 
the school.

8/22/13 Hallway/Corridor 200- hall Electrical

Highland Oaks ES (0108) 
3B

Vent fan needs to be 
repaired. The 1st electrical 
closet on the right side as 
you pass thru the fire 
doors

8/28/13 Hallway/Corridor 200- hall- electrical room Electrical

Highland Oaks ES (0108) 
3B

Locks needs to be 
replaced on light fixture I 
can not get it to open. X 
marks  the light by the 
teachers workroom.

8/29/13 Hallway/Corridor 300- hall Electrical

Highland Oaks ES (0108) 
3B

Locks needs to be 
replaced on the light 
fixture. I can not get it 
open. The 1st light as you 
enter thru the fire doors.

8/29/13 Hallway/Corridor 400- hall Electrical

Highland Oaks ES (0108) 
3B

Please repair light. 9/3/13 Hallway/Corridor 300- hall- electrical closet Electrical

Highland Oaks ES (0108) 
3B

Bell can not be heard. 9/4/13 Hallway/Corridor 100- hall                       Electrical

Highland Oaks ES (0108) 
3B

Len cover needs to be 
replaced on the 
emergency light.

9/17/13 Hallway/Corridor 100- hall- Science Lab Electrical



Highland Oaks ES (0108) 
3B

Install Code for new 
employee remove an old 
one.
See: Tujuana L. Wallace
Interim Principal
Highland Oaks Elementary 
School

9/18/13 Electrical

Highland Oaks ES (0108) 
3B

Teachers can not scan in. 9/20/13 ALL- OVER Electrical

Highland Oaks ES (0108) 
3B

Exit light needs to be 
repaired Per Fire Marshall 
request.

9/30/13 Classroom 400- hall- 407 Electrical

Highland Oaks ES (0108) 
3B

Please repair the light in 
the first restroom in the 
teacher lounge on the 100 
hallway, the light need a 
new ballast.

10/17/13 Restroom (Girls) teacher lounge 100 
hallway

Electrical

Highland Oaks ES (0108) 
3B

please repair the vent 
hood  in the kitchen it is 
not working.

10/17/13 Kitchen kitchen area Electrical

Highland Oaks ES (0108) 
3B

Verify burglar alarm data 
base.

10/23/13 Electrical

Highland Oaks ES (0108) 
3B

PLEASE RESET THE 
OUTSIDE CLOCK S SO 
THE LIGHTS WILL COME 
ON EARLIER DUE TO 
THE TIME CHAGE.

10/30/13 Grounds OUTSIDE LIGHTS Electrical

Highland Oaks ES (0108) 
3B

the exits light in room 407 
need repair.

11/1/13 Classroom room 407 Electrical

Highland Oaks ES (0108) 
3B

Reset time clocks on 
outdoor lights.

11/5/13 Electrical



Highland Oaks ES (0108) 
3B

The school needs 8 cases 
of fluorescent lights stock# 
10220 f34t12.  need 15 
incandescent lamps 
stock#100A-130v.

11/6/13 Electrical

Highland Oaks ES (0108) 
3B

Light fixture needs to be 
repaired.

11/7/13 Classroom 400- hall-413 Electrical

Highland Oaks ES (0108) 
3B

Clock has not reset. 11/7/13 Hallway/Corridor 100- hall Electrical

Highland Oaks ES (0108) 
3B

Need to have electrican to 
come out and remove a 
bulb from light fixture so 
that the right bulb size can 
be ordered.

12/2/13 Gym Electrical

Highland Oaks ES (0108) 
3B

Exit light needs to be 
repaired

12/2/13 Classroom Electrical

Highland Oaks ES (0108) 
3B

Electrical needs to be 
moved for the new 
drinking fountain.

12/3/13 Electrical

Highland Oaks ES (0108) 
3B

Light needs to be replaced 
on the pole mounted light.

12/6/13 West side othe school 
outside room 221

Electrical

Highland Oaks ES (0108) 
3B

Clock is not working. 12/12/13 Hallway/Corridor 200- hall-2nd grade Electrical

Highland Oaks ES (0108) 
3B

Lights needs to be 
changed out. Need lift.

12/17/13 Cafeteria Electrical



Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired down from 104 
above the gray metal door.

6/25/14 North side of the school Electrical

Highland Oaks ES (0108) 
3B

Pole mounted light needs 
to be repaired. Red tape 
marks the pole.

6/25/14 East side of the school Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired by 306.

6/25/14 East side of school across 
fro playground

Electrical

Highland Oaks ES (0108) 
3B

Electrical outlet on the 
North wall needs to be 
repaired. Tape has the 
outlet covered.

6/25/14 Classroom 300- hall- 304 Electrical

Highland Oaks ES (0108) 
3B

Wall pack needs to be 
repaired above the caged 
entrance to gas mains.

6/25/14 West wall behind the 
kitchen

Electrical

Highland Oaks ES (0108) 
3B

Need to have the wiring 
hooked up the overhead 
projector thru the desk thru 
the installed conductor.

8/13/13 Library Electrical

Highland Oaks ES (0108) 
3B

Command pad is showing 
everything is bad . Having 
to bypass.

7/23/13 300- hall Electrical

Highland Oaks ES (0108) 
3B

Need to have vent fans 
repaired.

7/18/13 Restroom (Boys) 100- hall Electrical

Highland Oaks ES (0108) 
3B

Need to have vent fan 
repaired.

7/18/13 Restroom (Girls) 100- hall Electrical



Highland Oaks ES (0108) 
3B

Need to have vent fan 
repaired.

7/18/13 Restroom (Boys) 200- hall Electrical

Highland Oaks ES (0108) 
3B

Need to have vent fan 
repaired.

7/18/13 Restroom (Girls) 200- hall Electrical

Highland Oaks ES (0108) 
3B

Exit lt needs to be 
repaired. Need a glass 
globe for lt fixture.

7/17/13 Portables East side of the school- 
197

Electrical

Highland Oaks ES (0108) 
3B

Ballast needs to be 
repaired in lt fixture. Blue 
dot marks the light. Need 
glass globe for the outside 
lt fixture

7/17/13 Portables South side of the school-
194

Electrical

Highland Oaks ES (0108) 
3B

Light fixture needs to be 
repaired. Blue dot marks 
the light.

7/17/13 Portables South side of the school- 
195

Electrical

Highland Oaks ES (0108) 
3B

Outside light fixture needs 
to be repaired. 2 exit lights 
needs to be repaired.

7/17/13 Portables East side of school- 208 Electrical

Highland Oaks ES (0108) 
3B

Make any necessary 
repairs to the vent-a-hood. 

7/15/13 Electrical

Highland Oaks ES (0108) 
3B

Need a glass globe for 
outside lt fixture. Exit lt 
needs to be repaired.

7/17/13 Portables South side of the school- 
197

Electrical

Highland Oaks ES (0108) 
3B

Scoreboard is not keeping 
the right time. The school 
has a game on Thursday, 
November 14, 2013 at 
3:00 pm

11/12/13 Gym Electrical



Highland Oaks ES (0108) 
3B

Need 5 cases of 
f34cw.rs.wm.eco cool 
white 34w

4/8/14 ALL- OVER Electrical

Highland Oaks ES (0108) 
3B

RTU RM 213-HAS 
FROZEN UP & LEAKING-
PLANT MGR WALKER 
756-2645 KLR

6/10/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT NOT COOLING IN 
MAIN OFFICE
PLANT MGR-
WALKER/756.2364

5/23/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

RTU - COVERS  IN RM 
409 - LEAKING - 
PM/WALKER 756-2343 

5/23/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

A/C CAFE DINING AREA-
NOT COOLING-PLANT 
MGR WALKER 756-2343 
KLR

5/13/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

A/C UNIT in the 
CAFETERIA is NOT 
COOLING per Julius 
Walker, Plant Mgr. 
756.2343

5/14/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

A/C RM 306-NOT 
COMING ON-PLANT 
MGR WALKER 756-2343 
KLR

5/14/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

per julius walker 756-2343 
rooms 400, 402, 404, 406 
units not coming on

5/19/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

A/C RM 404 & 406-BOTH 
NOT COMING ON-PLANT 
MGR WALKER 756-4524 
KLR

6/12/14 Heating/Ventilation /Air 
Conditioning



Highland Oaks ES (0108) 
3B

UNIT NOT COMING ON 
IN 800 HALL
PLANT MGR-
WALKER/756.2364

6/17/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT NOT HEATING IN 
RM-216. 
PLANT MGR-
WALKER/758.2364

3/27/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEAT RM 106-NOT 
COMING ON-PLANT 
MGR WALKER 756-2344 
KLR

3/28/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Service Aaon on new wing 3/31/14 Aaon Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEAT RM 106-NOT 
COMING ON-PLANT 
MGR WALKER 756-2349 
KLR

4/2/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Replace condensor fan 
motor on north hallway

8/5/13 Hallyway north Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT IN RM 211 IS NOT 
COOLING. SBE JULIUS 

7/31/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Please repair the air unit  
in room 213, unit will not 
come on it make a 
humming sound.

4/25/14 Classroom room213 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Please check and repair 
the air unit in the teacher 
work area on the 5th grade 
hall

4/25/14 Administration Area teacherwork area 5 grade 
hall

Heating/Ventilation /Air 
Conditioning



Highland Oaks ES (0108) 
3B

Please check and repair 
the air unit in room 214the 
room is not cooling 
properly. 

4/28/14 Classroom room 214 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT NOT COOLING IN 
KITCHEN
PLANT MGR-
WALKER/756.2344

4/29/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Service cafe units 5/1/14 Cafe Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Service Kitchen units 5/1/14 Kitchen Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

A/C RM 212-NOT 
COMING ON-PLANT 
MGR WALKER 756-2343 
KLR

5/5/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

A/C 100 HALL 
TEACHER'S WORKRM-
NOT COOLING-PLANT 
MGR WALKER 756-2343 
KLR

5/5/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

A/C RM 302-NOT 
COOLING-PLANT MGR 
WALKER 756-2343 KLR

5/5/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Covering needs to be 
replaced around the ac 
unit where it looks like 
some one was trying to 
take it.

5/6/14 South side of the school Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

There is a strong musky 
odor coming from the ac 
unit.

5/7/14 Administration Area Conference room Heating/Ventilation /Air 
Conditioning



Highland Oaks ES (0108) 
3B

UNIT NOT HEATING IN 
RM-413
PLANT MGR-
WALKER/756.2364

2/7/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT NOT HEATING IN 
TEACHERS' EATING 
AREA 100HALL
PLANT MGR-
WALKER/756.2349

2/7/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEAT TEAHCER'S 
EATING AREA 100 HALL-
NOT HEATING-PLANT 
MGR WALKER 756-2343 
KLR

2/10/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEAT BOOKSTORE 100 
HALL-NOT COMING ON-
PLANT MGR WALKER 
756-2343 KLR

2/10/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT NOT HEATING IN 
RM-413.
PLANT MGR-
WALKER/756.2364

2/11/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Heat is not working, 
blowing cold air.

3/4/14 Classroom 200- hall-202 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

There is no heat. Unit is 
not coming on.

3/5/14 Classroom 100- hall- 106 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT is NOT HEATING in 
ROOM 201 per Julius 
Walker, Plant Mgr. 
756.2343

3/6/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEAT RM 317-NOT 
HEATING-PLANT MGR 
WALKER 756-2349 KLR

3/6/14 Heating/Ventilation /Air 
Conditioning



Highland Oaks ES (0108) 
3B

HEAT PRIN'S OFC-NOT 
HEATING-PLANT MGR 
WALKER 756-2349 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEATING UNIT RM 213-
MAKING LOUD NOISES-
PLANT MGR WALKER 
756-2349 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Unit is NOT HEATING in 
Room 113 per Julius 
Walker, Plant Mgr. 
756.2349

1/6/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Unit in Room 317 is NOT 
HEATING per Julius 
Walker, Plant Mgr. 
756.2349

1/6/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Unit is NOT HEATING in 
Room 202 per Julius 
Walker, Plant Mgr. 
756.2349.

1/7/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT NOT COMING ON 
FOR TEACHERS' WORK 
RM
PLANT MGR-
WALKER/756.2364

1/8/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEAT GYM AREA-NOT 
COMING ON-PLANT 
MGR WALKER 756-2349 
KLR

1/9/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEAT RM 404-NOT 
HEATING-PLANT MGR 
WALKER 756-2349 KLR

1/9/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEAT RM 202-NOT 
HEATING-PLANT MGR 
WALKER 756-2349 KLR

1/16/14 Heating/Ventilation /Air 
Conditioning



Highland Oaks ES (0108) 
3B

2-UNITS NOT HEATING 
RM-300,302
PLANT MGR-
WALKER/756.2349

1/22/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Heat is not working. 1/23/14 Restroom (Boys) 100- hall Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Heat is not working. 1/23/14 Restroom (Girls) 100- hall Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT NOT HEATING IN 
400 HALL, & MAIN HALL
PLANT MGR-
WALKER/756.2349

1/27/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

No heat in office 1/28/14 Office Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT in ROOM 106 is 
NOT COMING ON per 
Julius Walker, Plant Mgr. 
756.2343

2/4/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT NOT HEATING IN 
RM-413
PLANT MGR-
WALKER/756.2364

2/5/14 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Service A/C in portable 7/17/13 Portable Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Please over ride ac on 
Saturday, July 20, 2013 
from 8:00 am until 1:00 pm 
for coaches to set up gym.

7/18/13 Auxiliary Gym Heating/Ventilation /Air 
Conditioning



Highland Oaks ES (0108) 
3B

Ac is not working. 7/30/13 Classroom 400- hall- 404 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Water is leaking from the 
light fixture. This not a roof 
but HVAC.

8/7/13 Restroom (Girls) 100- hall- ALL Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

A/C IN KITCHEN & CAFE 
AREAS-BOTH NOT 
COOLING-SBE WALKER 
756-2364 KLR

8/7/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Water is leaking from ac 
vent.

8/7/13 Classroom 200- hall- 212 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

There is a loud noise 
coming from the ac vent.

8/9/13 Classroom 300- hall-300 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

TWO SENSORS ARE 
GIVING BAD 
INFORMATION - 400 
HALLWAY TEMP 
SENSOR AND ROOM 210 
TEMP SENSOR - BOTH 
NEED TO BE REPLACED

8/21/13 EMS - SENSORS Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

A/C UNIT RM 209-HAS A 
STRONG BURNING 
SMELL COMING FROM IT-
SBE HAS SHUT IT DOWN-
PLANT MGR WALKER 
756-2349 KLR

8/30/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT IS LEAKING WATER 
IN RM-204.
PLANT MGR-
WALKER/432.4118

9/4/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

a/c room 417 not working 
at all per julius walker 756-
2349

9/26/13 Heating/Ventilation /Air 
Conditioning



Highland Oaks ES (0108) 
3B

UNIT NOT COMING ON 
IN RM-302
PLANT MGR-
WALKER/432.4115

9/30/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

PM kitchen unit 11/6/13 Kitchen Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT NOT HEATING IN 
MAIN OFFICE, & RM-204
PLANT MGR-
WALKER/756.2349

11/14/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

PCU NUMBER 3 (100 
HALLWAY) HAS QUIT 
COMMUNICATING

11/14/13 EMS Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT NOT HEATING IN 
RM-406, 
311,108,111,110,113,106,1
04, SCIENCE LAB RM
PLANT MGR-
WALKER/756.2364

11/15/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEAT RM 309-NOT 
HEATING-PLANT MGR 
WALKER 75602349 KLR

11/15/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEAT RM 206-NOT 
HEATING-PLANT MGR 
WALKER 756-2343 KLR

11/19/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

RTU NOT HEATING IN 
PRIN OFFICE.
PLANT MGR-
WALKER/432.4116

11/20/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

rooms 214, 216 units not 
coming on at all per julius 
walker 756-2349

11/25/13 Heating/Ventilation /Air 
Conditioning



Highland Oaks ES (0108) 
3B

per julius walker 756-2349  
room 224 blowing cold air

11/25/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Unit is NOT HEATING in 
the CAFETERIA per Julius 
Walker, Plant Mgr. 
756.2349

11/25/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Units are NOT HEATING 
in ROOMS 304 & 306 per 
Julius Walker, Plant Mgr. 
756.2349

12/2/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Unit is NOT HEATING in 
ROOM 409 per Julius 
Walker, Plant Mgr. 
756.2349

12/3/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT NOT HEATING IN 
RM-306,406
PLANT MGR-
WALKER/756.2364

12/9/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

HEAT 100 HALL 
TEACHER'S EATING 
AREA-NOT COMING ON-
PLANT MGR WALKER 
756-2349 KLR

12/9/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Unit in ROOM 203 is NOT 
HEATING per Julius 
Walker, Plant Mgr. 
756.2349

12/13/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

PM units on whole school 12/16/13 Whole school Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

UNIT HEATING IN RM-
206.
PLANT MGR-
WALKER/756.2364

12/16/13 Heating/Ventilation /Air 
Conditioning



Highland Oaks ES (0108) 
3B

HEAT 400 HALL & 
HEATER IN CEILING 
MAIN HALL-BOTH NOT 
COMING ON-PLANT 
MGR WALKER 756-2343 
KLR

12/16/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

per Julius Walker 756-
2343 room 103 blowing 
cold

12/16/13 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

 Ac needs to be repaired 7/30/13 Classroom 300- hall- 313 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Water is coming in from 
the ac vent.

7/23/13 Classroom 400- hall- 417 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Please pm ac unit. 7/22/13 Administration Area Conference room Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Heat is coming from the 
vent by the South exit 
doors

7/22/13 Hallway/Corridor 200- hall Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Please repair ac. 7/19/13 Classroom 200- hall-204 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Please repair ac. 7/19/13 Classroom 200- hall- 206 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Please repair ac unit. 7/19/13 Library Heating/Ventilation /Air 
Conditioning



Highland Oaks ES (0108) 
3B

Please repair ac unit. 7/19/13 400- hall- teachers eating 
area

Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

EMS MASTER IS OFF 
LINE

7/17/13 EMS MASTER Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Repair A/C in conf. rm 7/15/13 Conf. Rm Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Repair A/C in portable 7/15/13 Portable Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Ac needs  to be repaired. 8/2/13 Classroom 200- hall- 211 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Ac needs to be repaired. 8/2/13 Classroom 300- hall- 313 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Ac needs to be repaired. 8/6/13 Classroom 100- hall- 108 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Repair A/C on hallway 400 7/11/13 Hallway 400 Heating/Ventilation /Air 
Conditioning

Highland Oaks ES (0108) 
3B

Walls needs to be painted 12/19/13 ALL- OVER Painting



Highland Oaks ES (0108) 
3B

Needs to be painted. 2/5/14 Kitchen Serving line area Painting

Highland Oaks ES (0108) 
3B

needs to be painted. 2/6/14 Restroom (Girls) 300- hall Painting

Highland Oaks ES (0108) 
3B

The wall needs to be 
painted by room 202 
where the chill fountain 
has been moved.

12/19/13 Hallway/Corridor 200- hall Painting

Highland Oaks ES (0108) 
3B

Needs to be painted. 3/21/14 Cafeteria Painting

Highland Oaks ES (0108) 
3B

Graffiti needs to be 
painted over.

5/9/14 Restroom (Boys) 300- hall Painting

Highland Oaks ES (0108) 
3B

Need to have the front 
doors painted, and all the 
doors in the main hall.

4/3/14 Hallway/Corridor main hall Painting

Highland Oaks ES (0108) 
3B

Need to have holes filled 
in and painted over.

3/20/14 Administration Area Painting

Highland Oaks ES (0108) 
3B

West wall needs to be 
painted where paint is 
chipping.

6/6/14 Classroom 400- hall-405 Painting

Highland Oaks ES (0108) 
3B

Main Hall -100 hall, 200 
hall , 300 hall, 400 hall 
needs to be painted where 
glue has been scraped off.

6/24/14 ALL- OVER Painting



Highland Oaks ES (0108) 
3B

Needs to be painted. 3/21/14 Hallway/Corridor Main Hall Painting

Highland Oaks ES (0108) 
3B

Needs to be painted 2/6/14 Restroom (Boys) 300- hall Painting

Highland Oaks ES (0108) 
3B

Restroom needs to be 
painted where students 
have drawn on all the 
partitions.

1/22/14 Restroom (Girls) 200- hall- kintergarten Painting

Highland Oaks ES (0108) 
3B

Walls needs to be painted. 1/30/14 Cafeteria Painting

Highland Oaks ES (0108) 
3B

The last stall partition 
needs to be painted where 
graffiti has been removed.

9/13/13 Restroom (Girls) 100- hall Painting

Highland Oaks ES (0108) 
3B

Wall needs to painted 
where students have 
drawn on it and desks 
have scuffed it up also.

11/7/13 Administration Area South Wall Painting

Highland Oaks ES (0108) 
3B

Need to have the plumber 
to show me where the 
water cut off valves are to 
the outside hose bibs

5/21/14 ALL- OVER Plumbing

Highland Oaks ES (0108) 
3B

three compartment sink 
leaking

5/9/14 Cafeteria Plumbing

Highland Oaks ES (0108) 
3B

2nd urinal is leaking from 
the pipe.

5/15/14 Restroom (Boys) 400- hall Plumbing



Highland Oaks ES (0108) 
3B

1st urinal is leaking around 
the pipe.

3/27/14 Restroom (Boys) 400- hall- 400 Plumbing

Highland Oaks ES (0108) 
3B

Please assist Holmes 
Services with the cleaning 
of grease traps.

8/1/13 Plumbing

Highland Oaks ES (0108) 
3B

Sink is leaking from 
underneath on the right 
side.

4/14/14 Teachers eating area- 100- 
hall

Plumbing

Highland Oaks ES (0108) 
3B

Handle needs to be 
replaced on the 1st sink.

4/17/14 Restroom (Boys) 100- hall Plumbing

Highland Oaks ES (0108) 
3B

Faucett needs to be 
repaired, water keeps 
running.

4/17/14 Hallway/Corridor 200- hall- electrical closet Plumbing

Highland Oaks ES (0108) 
3B

Water keeps running from 
faucett in the mop sink. 1st 
closet on the right.

5/1/14 Custodial Closet 200- hall- Plumbing

Highland Oaks ES (0108) 
3B

Commode seat needs to 
be replaced on the middle 
commode.

2/6/14 Restroom (Boys) 400- hall Plumbing

Highland Oaks ES (0108) 
3B

The middle commode 
needs to be resealed to 
the floor.

2/7/14 Restroom (Boys) 300- hall Plumbing

Highland Oaks ES (0108) 
3B

Handles needs to be 
repaired, faucetts keeps 
dripping.

3/4/14 Classroom 200- hall-209- 211 Plumbing



Highland Oaks ES (0108) 
3B

3rd urinal is leaking 
around the handle.

3/7/14 Restroom (Boys) 100- hall Plumbing

Highland Oaks ES (0108) 
3B

Test the following RP. 
249391.

3/11/14 Plumbing

Highland Oaks ES (0108) 
3B

Test the following RP. 
249876.

3/11/14 Plumbing

Highland Oaks ES (0108) 
3B

Test the following RP. 
249877.

3/11/14 Plumbing

Highland Oaks ES (0108) 
3B

Test the following RP. 
324287.

3/11/14 Plumbing

Highland Oaks ES (0108) 
3B

Water is leaking from the 
pipe on the 1st urinal.

3/19/14 Restroom (Boys) 400- hall Plumbing

Highland Oaks ES (0108) 
3B

Faucett needs to be 
repaired.

1/2/14 Classroom 200- hall- 207 Plumbing

Highland Oaks ES (0108) 
3B

1st urinal is coming from 
the wall.

1/3/14 Restroom (Boys) 200- hall- kintergarten Plumbing

Highland Oaks ES (0108) 
3B

Faucett needs to be 
repaired.

1/8/14 100- hall- teachers 
workroom

Plumbing



Highland Oaks ES (0108) 
3B

200 hallway  Toilet leaking. 7/22/13 Plumbing

Highland Oaks ES (0108) 
3B

100 hallway  Two faucets 
dripping.

7/22/13 Plumbing

Highland Oaks ES (0108) 
3B

100 hallway  Drinking 
fountain not working.

7/22/13 Plumbing

Highland Oaks ES (0108) 
3B

FLOOR HAS WATER 
COMING FROM 
UNDERNEATH IN 300 
HALL BY B/RR 
PLANT MGR-
WALKER/756.2364

8/14/13 Plumbing

Highland Oaks ES (0108) 
3B

Water is coming up thru 
the floor tile.

8/15/13 Hallway/Corridor 300- hall Plumbing

Highland Oaks ES (0108) 
3B

the 3rd sink compartment 
is leaking.  water is all over 
the floor.

8/21/13 Kitchen Plumbing

Highland Oaks ES (0108) 
3B

The restrooms are backing 
up every day around 12:00 
pm.

8/26/13 Restroom (Girls) 100- hall Plumbing

Highland Oaks ES (0108) 
3B

Water is still coming from 
underneath the floor tile. A 
student slipped yesterday. 
8-27-2013.

8/28/13 Hallway/Corridor 300- hall Plumbing

Highland Oaks ES (0108) 
3B

Water is coming up thru 
the floor tile.

8/30/13 Hallway/Corridor 300- hall Plumbing



Highland Oaks ES (0108) 
3B

Faucett keeps running to 
the sink on the right side.

9/3/13 Hallway/Corridor 100- hall- teachers 
workroom

Plumbing

Highland Oaks ES (0108) 
3B

Please adjust temp on the 
hot water tank. Water is 
extremely HOT.

9/5/13 Restroom (Boys) 300- hall Plumbing

Highland Oaks ES (0108) 
3B

Water is coming up thru 
the floor tile.

9/10/13 Hallway/Corridor 300- hall Plumbing

Highland Oaks ES (0108) 
3B

2nd urinal is stopped up. 9/13/13 Restroom (Boys) 400- hall Plumbing

Highland Oaks ES (0108) 
3B

Water is coming up thru 
the floor tile, every time it 
comes back there is more 
water. The water is coming 
up by the restrooms.

9/18/13 Hallway/Corridor 300- hall Plumbing

Highland Oaks ES (0108) 
3B

3rd urinal is leaking 
around the handle.

9/19/13 Restroom (Boys) 100- hall Plumbing

Highland Oaks ES (0108) 
3B

2nd urinal is leaking. 9/19/13 Restroom (Boys) 400- hall Plumbing

Highland Oaks ES (0108) 
3B

Water is leaking from the 
faucett on the hot water 
side.

9/19/13 Gym girls dressing room Plumbing

Highland Oaks ES (0108) 
3B

Faucett needs to be 
repaired.

9/25/13 Custodial Closet 200- hall- by girls restroom Plumbing



Highland Oaks ES (0108) 
3B

Water is leaking from the 
base of the commode.

9/30/13 Hallway/Corridor 100- hall- teachers 
workroom

Plumbing

Highland Oaks ES (0108) 
3B

The 1st boys restroom the 
3rd  faucett water keeps 
running water.

9/30/13 Restroom (Boys) 200- hall Plumbing

Highland Oaks ES (0108) 
3B

The 1st boys restroom has 
water every where, the hall 
also the valve has been 
shut off.

10/1/13 Restroom (Boys) 200- hall Plumbing

Highland Oaks ES (0108) 
3B

The center commode is 
leaking around the base.

10/4/13 Restroom (Boys) 300- hall Plumbing

Highland Oaks ES (0108) 
3B

Commode is stopped up. 11/5/13 Restroom (Boys) 300- hall Plumbing

Highland Oaks ES (0108) 
3B

3rd commode keeps 
running.

11/5/13 Restroom (Boys) Plumbing

Highland Oaks ES (0108) 
3B

Hot water is leaking from 
the outside hose bib.

11/5/13 Kitchen Outside North wall Plumbing

Highland Oaks ES (0108) 
3B

Water is dripping from the 
faucett when turned off.

11/8/13 Clinic Plumbing

Highland Oaks ES (0108) 
3B

100 hallway water fountain 
leaking.

11/15/13 Plumbing



Highland Oaks ES (0108) 
3B

The middle commode is 
leaking around the handle.

11/18/13 Restroom (Boys) 100- hall Plumbing

Highland Oaks ES (0108) 
3B

water running out of the 
steam table.

11/25/13 Kitchen Plumbing

Highland Oaks ES (0108) 
3B

2 urinals are stopped up, 
commode is leaking from 
the pipe.

12/3/13 Restroom (Boys) 400- hall Plumbing

Highland Oaks ES (0108) 
3B

1st urinal is leaking from 
the handle.

12/4/13 Restroom (Boys) 100- hall Plumbing

Highland Oaks ES (0108) 
3B

Water is leaking from the 
pipe of the last commode.

12/9/13 Restroom (Girls) 200- hall Plumbing

Highland Oaks ES (0108) 
3B

Commode needs to be 
resealed to the floor.

12/11/13 Restroom (Boys) 200- hall-2nd grade Plumbing

Highland Oaks ES (0108) 
3B

Faucett keeps dripping. 6/25/14 Clinic Plumbing

Highland Oaks ES (0108) 
3B

200 hallway  Urinal Sloan 
valve leaking.

7/22/13 Plumbing

Highland Oaks ES (0108) 
3B

Roof is leaking around ac 
vent. Need to have this 
repaired so that GCA can 
wax the floor.

6/10/14 Classroom 400- hall-411 Roof



Highland Oaks ES (0108) 
3B

Water is coming down the 
West wall.

1/13/14 Classroom 100- hall - 109 Roof

Highland Oaks ES (0108) 
3B

Roof is leaking. 2/5/14 Classroom 200- hall- 207 Roof

Highland Oaks ES (0108) 
3B

Roof is leaking. 2/5/14 Classroom 200- hall-211 Roof

Highland Oaks ES (0108) 
3B

Roof is leaking. 2/5/14 Classroom 100- hall-105 Roof

Highland Oaks ES (0108) 
3B

Roof is leaking. 2/5/14 Classroom 300- hall- 307 Roof

Highland Oaks ES (0108) 
3B

Water is coming down the 
West wall.

8/13/13 Classroom 300- hall- 317 Roof

Highland Oaks ES (0108) 
3B

Water is coming down the 
West wall.

12/9/13 Classroom 100- hall- 113 Roof

Highland Oaks ES (0108) 
3B

Roof is leaking in the East 
corner, where paint has 
peeled off.

6/25/14 Restroom (Boys) 100- hall Roof



Count of Craft Craft
Location Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Hillcrest Sr (2335) 3A 1 37 76 50 16 67 8 3 258
Grand Total 1 37 76 50 16 67 8 3 258



Location Request Description Submittal Date Area Description Area Number Craft
Hillcrest Sr (2335) 3A We need computer drops 

installed in classroom A-
204 A and A-204 B.

9/12/13 Classroom A-204 Cabling

Hillcrest Sr (2335) 3A I have a broken door hing 
at the top of the stairs by 
room 211.

7/15/13 2nd Floor Stairway door by room 211 Carpentry

Hillcrest Sr (2335) 3A In classroom 208 I have 
electrcal conduite pipe 
above the floor surface 
that needs to be cut to out 
in order for the floor tech. 
to replace the flloor tile. 
See the Plant manager for 
more details.

7/15/13 Classroom Room 208 Carpentry

Hillcrest Sr (2335) 3A Install window unit  in rack 
room.(Ken Lane will 
parchase unit.)

7/16/13 Carpentry

Hillcrest Sr (2335) 3A I need new dry eraser 
boards installed in room 
208 and 213.

8/6/13 Classroom room 213 and 208 Carpentry

Hillcrest Sr (2335) 3A I have a gate at the rear 
parking lot next to the 
cafeteria that needs to be 
repaired and reset in order 
to secure the rear of the 
school building. Contact 
the Plant Manager for 
more details.

7/12/13 Parking Lot Rear lot next to the 
cafeteria

Carpentry

Hillcrest Sr (2335) 3A object is broken off in door 
cylinder of little gym on 
west entrance door

12/19/13 Gym little gym Carpentry

Hillcrest Sr (2335) 3A southside entrance door of 
bandroom have been 
broken glass is not all the 
out just a hole but their are 
sharp edges. The window 
is 6 and a half in. by 2 feet 
1 and a half in. .Thanks for 
your help in this matter.

1/13/14 bandroom Carpentry



Hillcrest Sr (2335) 3A Instrument room in band 
room need plexy glass 
reinstalled into window. 
Thanks for your help in 
this matter.

1/31/14 Band room Carpentry

Hillcrest Sr (2335) 3A The PANIC BAR HANDLE 
is BROKEN on the FRONT 
DOOR and DOOR 
CANNOT BE SECURED 
per Carl Williams, Plant 
Mgr. 416.3104

2/5/14 Carpentry

Hillcrest Sr (2335) 3A I have a storage door in 
clasroom A- 203 that will 
not lock due to the stricker 
plate on the door jam. 
please contact the Plant 
Manager for more details.

2/7/14 Administration Area Room  A-203 Carpentry

Hillcrest Sr (2335) 3A I have a door leading into 
the cafeteria from the main 
hallway that has a brocken 
door handle that needs to 
be repaired. Please 
contact the plant manager 
for more details.

2/11/14 Carpentry

Hillcrest Sr (2335) 3A I have two (2) classrooms 
on the 2nd floor with room 
numbers 235 and 233 that 
have door locks that 
cannot unlock and remain 
unlock. Please contact the 
plant manager for more 
details and THANKS.

2/11/14 Carpentry

Hillcrest Sr (2335) 3A I have a classroom door 
on the 1st floor room 116 
that has a bad door lock 
that will not remain unlock 
after openning the door.

2/11/14 Carpentry

Hillcrest Sr (2335) 3A I need a can of WD 40 to 
use on the outside 
padlocks and two tubes 
graphite for the insde 
classroom door locks to 
help lubricate the door 
cylinders.

2/11/14 Carpentry

Hillcrest Sr (2335) 3A Classroom 223 has a bad 
door lock that cannot open 
and remain open without 
haveing to continue using 
the key. We need the the 
lock to remain open at 
various times. Please 
contact the Plant Manager 

2/11/14 Carpentry

Hillcrest Sr (2335) 3A We need a dry eraser 
board in stalled in the 
Band Building. The section 
is 16 feet x 4 feet.

8/22/13 Classroom  Band building Carpentry



Hillcrest Sr (2335) 3A I have a  Asst. Principal 
office door on the 2nd floor 
has a bad door closer that 
is leaking oil. The door is 
slamming to fast.

9/9/13 Administration Area Asst. principal Office 2nd 
floor

Carpentry

Hillcrest Sr (2335) 3A I have 5 classrooms that 
need dry eraser boards 
install. the classrooms are 
as follow A-207  /  208 
/213 / Band Building /  A-
103 . Each classroom will 
carry two ( 2 ) 4 x 8 size 
eraser boards. Please 

9/30/13 Carpentry

Hillcrest Sr (2335) 3A Room 110 on south hall 
the ceiling is caving in per 
mr. Whitehead 416-9406

10/18/13 Carpentry

Hillcrest Sr (2335) 3A The hole that  the door 
handle plate screw go into 
is strip, therefore screw 
will not stay secure into 
plate, need repairing

10/18/13 Administration Area Side door of main office Carpentry

Hillcrest Sr (2335) 3A One of the front doors in 
the main lobby has a 
damaged door hing that 
will not let the door close 
and secure properly. 
Please see the Plant 
Manger for  more details.

10/30/13 Carpentry

Hillcrest Sr (2335) 3A This is a 2nd request for 
repairs in the Band 
Building. The office door in 
the Band building has a 
missing lower door panel 
that was damaged by a 
student last year. The 
teacher cannot secure his 

11/8/13 Classroom Band Building Carpentry

Hillcrest Sr (2335) 3A I need two (2) dry eraser 
boards 4x8 ft. installed in 
this classroom A-100 in 
the annex building. 

11/15/13 Classroom A-100 Carpentry

Hillcrest Sr (2335) 3A I have a classroom door 
that has missing screws at 
the top of the door frame 
that connect the door 
closer. One door hing is 
bent and needs to be 
repaired.

11/15/13 Carpentry

Hillcrest Sr (2335) 3A The office door to the 
Attendance Office has a 
damaged door lock with 
missing screws. Due to the 
security risk in this area 
with files and personal 
documents ,I need your 
attention to this matter 

11/20/13 1st Floor Attendance Office Carpentry



Hillcrest Sr (2335) 3A The classroom door in 
room 239 will not close or 
lock properly. For security 
reasons, as well as 
classroom management 
purpose, the teacher 
needs to be able to lock 
and secure the classroom 

11/21/13 Carpentry

Hillcrest Sr (2335) 3A The door in the attendance 
office room 111 has a bad 
or damaged door lock that 
is very hard to open. 

11/21/13 Administration Area Room 111 Carpentry

Hillcrest Sr (2335) 3A I have a door leading into 
the cafeteria from the main 
hallway that has a bad 
door handle. This door 
handle has been repaired 
before and needs to be 
adjusted again. THANKS

4/17/14 Cafeteria hallway door Carpentry

Hillcrest Sr (2335) 3A Library door handle will not 
lock south end door. 
thanks for your help in this 
matter.

5/8/14 Library Carpentry

Hillcrest Sr (2335) 3A The Boy's and Girl"s 
restroom and locker rooms 
BOTH have damaged 
sheet rock from a leaking 
roof. The leaking roof has 
been repaired and now we 
need the sheet rock 
replaced.THANKS FOR 

5/21/14 small gym Carpentry

Hillcrest Sr (2335) 3A The front of the Old Gym 
has a section of flashing 
that needs to be 
reinstalled. Please see the 
Plant manager for more 
details.

5/27/14 Gym Front of Gym Carpentry

Hillcrest Sr (2335) 3A I need 2 bundles of 2 x 4  
ceiling tiles delivered to 
hillcrest high school due to 
water damages in the 
school.

6/30/14 Main Office areas/ 
classrooms

Carpentry

Hillcrest Sr (2335) 3A I will need three more 
bundles of ceiling  tiles to 
complete the damages 
from the rains .

6/30/14 By classroom 123 Carpentry

Hillcrest Sr (2335) 3A I need a carpenter to 
install ceiling tiles in the 
main office due to water 
damages.

6/30/14 main office Carpentry



Hillcrest Sr (2335) 3A SIDE DOOR BY CAFE, 
HINGES ARE BROKE 
CANT SECURE
PLANT MGR-
WHITEHEAD/691.1060

3/28/14 Carpentry

Hillcrest Sr (2335) 3A boy's restroom in old gym 
need sheet rock that cover 
the metal duct work that 
hide it from view need 
replacing. The sheet rock 
is continuing to 
fall(danger).

4/1/14 Gym boy's restroom Carpentry

Hillcrest Sr (2335) 3A At the principal's request ( 
Eric Moore) he needs to 
have a counter build in 
room 111 due to the 
moving of the Attendance 
Office. The principal would 
like this counter to have 
wheels that can be locked 

8/19/13 Classroom room 111 Carpentry

Hillcrest Sr (2335) 3A Install 120 volt-1800 BTU 
window unit  in rack 
room.(Ken Lane will 
parchase unit.)

7/16/13 Electrical

Hillcrest Sr (2335) 3A We need some one to 
reset the bell system in the 
main office due to the new 
scheduling.

8/6/13 Electrical

Hillcrest Sr (2335) 3A A/C EVAPORATOR 
GUIDANCE OFC & (2) 
CONDENSING UNIT 
OUTSIDE GUIDANCE 
EAST-ALL NOT COMING 
ON-SBE WILLIAMS 416-
3104  KLR

8/13/13 Electrical

Hillcrest Sr (2335) 3A UV NOT COMING ON IN 
ROTC BLDG
PLANT MGR-
WILLIAMS/416.3104

8/14/13 Electrical

Hillcrest Sr (2335) 3A Outlets in room 129 need 
power restored

12/2/13 Classroom 129 Electrical

Hillcrest Sr (2335) 3A MOUNT BRACKET HAS 
BROKEN FOR FAN 
MOTOR IN RM-103.
PLANT MGR-
WILLIAMS/416.3104

12/13/13 Electrical



Hillcrest Sr (2335) 3A Their are two lamb in rm. 
106 that need ballasts 
replacing

1/3/14 Classroom 106 Electrical

Hillcrest Sr (2335) 3A Their are two lamb in rm. 
105 that need ballasts 
replacing

1/3/14 Classroom 105 Electrical

Hillcrest Sr (2335) 3A Their are two lamb in rm. 
104 that need ballasts 
replacing

1/3/14 Classroom 104 Electrical

Hillcrest Sr (2335) 3A Their are two lamb in 
rm.102 that need ballasts 
replacing

1/3/14 Classroom 102 Electrical

Hillcrest Sr (2335) 3A Girl's 2nd floor restroom 
(Charter) have lamb out 
need ballast.

1/3/14 Restroom (Girls) 2nd floor (charter) Electrical

Hillcrest Sr (2335) 3A Their are two lamb in rm. 
101 that need ballasts 
replacing

1/3/14 Classroom 101 Electrical

Hillcrest Sr (2335) 3A need 3 case light bulb of 
T8

1/7/14 Library Electrical

Hillcrest Sr (2335) 3A small gym locker rooms 
have no heat  where kids 
change clothes for PE per 
Mr. White 416-9406 not 
coming on at all

1/8/14 Electrical

Hillcrest Sr (2335) 3A sound booth have lamp 
with ballast need 
replacing. Thanks for your 
help in this matter.

2/19/14 band room Electrical



Hillcrest Sr (2335) 3A per Mr. Williams 416-3104 
in the principal's office the 
hvac unit is not coming on 
at all

2/21/14 Electrical

Hillcrest Sr (2335) 3A switch not working in 
Charter school office 
closet. The switch is a 
string on the fixture that 
contol the off and on of the 
bulb.

2/24/14 Administration Area Charter school closet Electrical

Hillcrest Sr (2335) 3A Rm.231 have fixture that 
need ballast replacing, 
have change the bulbs. 
Thanks for your help in 
this matter.

2/25/14 Classroom 231 Electrical

Hillcrest Sr (2335) 3A I need a electrical outlet 
installed on the North wall 
where the computers are 
located. The power source 
and hole is there but the 
wires are caped off. See 
the plant manager for 
more details.

8/20/13 Classroom A-201 Electrical

Hillcrest Sr (2335) 3A Room 223 a/c not coming 
on at all per Carl Williams 
416-3104

8/26/13 Electrical

Hillcrest Sr (2335) 3A UV NOT COMING ON IN 
RM-227( PER: MR. 
WILLIAMS TECH IS 
ALREADY ON SITE)
PLANT MGR-
WILLIAMS/416.3104

8/26/13 Electrical

Hillcrest Sr (2335) 3A I have a computer outlet 
that is making a buzzzz 
sound and cannot be 
reset. We need to replace 
this outlet.

8/30/13 Classroom Room   217 Electrical

Hillcrest Sr (2335) 3A I need a light ballast 
replaced in in classroom 
231 and the main hallway. 
Also the stair way east and 
west in the annex hallway.

9/10/13 Classroom Hallway / Stairs north and 
south

Electrical

Hillcrest Sr (2335) 3A We need light ballast 
replaced in the following 
classrooms, 119/  118/  
129. 

9/10/13 Classroom 119 / 118 / 129 / Electrical



Hillcrest Sr (2335) 3A I need a electrical outlet 
installed on the north wall 
in classroom A-201.  See 
the plant manager for 
more details.

9/11/13 Classroom A-201 Electrical

Hillcrest Sr (2335) 3A There are several 
classrooms and hallways 
that have bad light ballast 
and need to be replaced. 
The rooms are as follow= 
321 needs 1/ 214 needs 1 
/ 233 needs 1 / 216 needs 
1 / /218 needs 2 .

9/18/13 Hallway/Corridor Some classrooms Electrical

Hillcrest Sr (2335) 3A  There are numberous of 
outlet in the attendance 
room,one of the outlet 
affect the operation of the 
security alarm.

9/24/13 Administration Area charter school Electrical

Hillcrest Sr (2335) 3A rooms 200, 201 a/c not 
working at all per Mr. 
Whitehead 416-3107

9/26/13 Electrical

Hillcrest Sr (2335) 3A In rooms A200 7 ballasts 
need replacing

10/2/13 Classroom A202 Electrical

Hillcrest Sr (2335) 3A In room A202 need 4 
ballasts replacing

10/2/13 Classroom A202 Electrical

Hillcrest Sr (2335) 3A Two ballasts need 
replacing in front of 
Guidance

10/2/13 Hallway/Corridor 1st floor in front Guidance Electrical

Hillcrest Sr (2335) 3A  Two ballasts need 
replacing in front Asst Prin. 
office 2nd floor

10/2/13 Hallway/Corridor 2nd floor In front of asst 
Prin. office

Electrical

Hillcrest Sr (2335) 3A I need four  (4) cases 
florescent light bulbs for 
the ceiling lights at 
Hillcrest High  School.

10/3/13 Electrical



Hillcrest Sr (2335) 3A We have one ballast that 
needs replacing in the 
front lobby area , the bulbs 
have been already 
change. Note 4 boxes of 
light bulbs have been 
ordered on October 3, 
2013, please bring bulbs 

10/4/13 Electrical

Hillcrest Sr (2335) 3A electrical outlet room 219 
where computers are 
hooked up is not working 
per Mr. williams 416-3104

10/14/13 Electrical

Hillcrest Sr (2335) 3A I have three lights that 
need to be replaced on the 
main floor of the GYM 
prior to the start of 
basketball season.
Note: I think I have the 
bulbs.

10/18/13 Gym Electrical

Hillcrest Sr (2335) 3A Light in gym lobby need 
replacing very high ceiling

10/18/13 Gym lobby Electrical

Hillcrest Sr (2335) 3A  Four fixture in cafeteria 
need ballast. Thanks for 
your help in this matter.

10/18/13 Cafeteria Electrical

Hillcrest Sr (2335) 3A  This classrooms need 
ballasts: A203 4 fixture; 
A204 1 fixture; A207 2 
fixture; 223 1 fixture

10/18/13 Classroom A203,A204,A207&223 Electrical

Hillcrest Sr (2335) 3A I have three (3) light 
ballast in classroom 200 
that need to be replaced.

10/23/13 Electrical

Hillcrest Sr (2335) 3A I have a bad light switch 
that needs to be replaced 
inclassroom 207.

10/29/13 Classroom 207 Electrical

Hillcrest Sr (2335) 3A Their are 10 fixtures in 
Rm. 206 that need ballasts 
replacing, I have change 
the bulbs. Thanks for your 
help in this matter.

10/29/13 Classroom 206 Electrical



Hillcrest Sr (2335) 3A Their are 2 fixtures in Rm. 
215, 2 fixtures in Rm.217, 
& 1 fixture in Rm. 223 that 
these Rm. need ballasts 
replacing, I have change 
the bulbs. Thanks for your 
help in this matter.

10/29/13 Classroom 215,217,&223 Electrical

Hillcrest Sr (2335) 3A The main office on the 
Charter School side has a 
electrical outlet that 
supplies power to the 
SONITROL BOX is not 
working. Please see the 
Plant Manager for more 
details.

10/30/13 Administration Area Main Offfice on the Charter 
School Side

Electrical

Hillcrest Sr (2335) 3A Their are 10 fixture in Rm. 
208 that need ballast 
replacing I have change 
the bulbs. Thanks for your 
help in this matter.

10/31/13 Classroom 208 Electrical

Hillcrest Sr (2335) 3A Their are 4 fixture in Rm. 
210 that need ballasts 
replacing I have change 
the bulbs. Thanks for your 
help in this matter.

10/31/13 Classroom 210 Electrical

Hillcrest Sr (2335) 3A Their are 4 fixtures in Rm. 
A201 that need ballasts 
replacing I have change 
the bulbs. Thanks for your 
help in this matter.

10/31/13 Classroom A201 Electrical

Hillcrest Sr (2335) 3A Their are 4 fixture in boys 
1st locker room that need 
ballasts replacing, have 
change bulbs. Thanks for 
your help in this matter.

11/5/13 Gym 1st locker room Electrical

Hillcrest Sr (2335) 3A I need  (6 ) six cases flo. 
light bulbs for Hillcrest 
High.
  F32T8/ADV841/EW  
28WATT

11/6/13 Gym big gym Electrical

Hillcrest Sr (2335) 3A Their are 4 light need 
replacing in the gym area 
for Basketball season, 
need lift. Thanks for your 
help in this matter.

11/6/13 Gym Electrical

Hillcrest Sr (2335) 3A Their are 7 fixture in 
athletics locker Rm. that 
need ballast replacing, 

11/6/13 Gym Athletic locker Rm. Electrical



Hillcrest Sr (2335) 3A Their are 3 fixture in 
Weigh Rm. that need 
ballasts. Thanks for your 
help in this matter.

11/6/13 Gym Weigh Rm. Electrical

Hillcrest Sr (2335) 3A Their are 3 fixture in girls 
locker rm. that need 
ballasts. Thanks for your 
help in this matter.

11/6/13 Gym Girls locker Rm. Electrical

Hillcrest Sr (2335) 3A Their is 1 fixture that need 
ballast. Thanks for your 
help in this matter.

11/6/13 Gym Athletics locker( restroom) Electrical

Hillcrest Sr (2335) 3A Their are 3 fixtures in room 
214 that need Ballasts 
replacing. Thanks for your 
help in this matter. 

11/12/13 Classroom 214 Electrical

Hillcrest Sr (2335) 3A Their is 1 fixture in the 2nd 
sound booth in the band 
room that need ballast 
replacing. Thanks for your 
help in this matter.

11/12/13 Band room Electrical

Hillcrest Sr (2335) 3A Their are numberous of 
light need replacing in 
Library very high ceiling 
and possible Ballast out. 
Thanks for your help in 
this matter.

11/14/13 Library Electrical

Hillcrest Sr (2335) 3A We need electrical outlets 
changed out in the office 
areas due to the new 
equipment in the office.

11/20/13 Administration Area 1st and 2nd floor Electrical

Hillcrest Sr (2335) 3A All outside lights around 
the school & gym need 
repairing, campy is very 
dark went leaving at night.

4/2/14 Grounds Electrical

Hillcrest Sr (2335) 3A POWER OUTAGE - 
COMPLETE OUTAGE- 
PM/WILLIAMS 416-3104

4/14/14 Electrical



Hillcrest Sr (2335) 3A I have a number of outside 
lights that we continue to 
have problems with. the 
photo sensor lights need 
to be replaced with the 
new lights that are 
installed  at other schools. 
These lights provide better 

4/23/14 Grounds outside lighting Electrical

Hillcrest Sr (2335) 3A I need light bulbs for 
outside lighting  ( 
HILLCREST HIGH )  1 
CASE part number DLK 
WHT.   250  / DX     H37 
KC--

4/24/14 Breeze way between both 
gyms

Electrical

Hillcrest Sr (2335) 3A Their are 2 lamb in Rm. 
217 that need ballasts 
replacing. Thanks for your 
help in this matter.

4/28/14 Classroom Rm. 217 Electrical

Hillcrest Sr (2335) 3A Their are 1 lamb in Rm. 
223 that need ballast 
replacing. Thanks for your 
help in this matter.

4/28/14 Classroom Rm. 223 Electrical

Hillcrest Sr (2335) 3A Their are 2 lamb in Rm. 
225 that need ballasts 
replacing. Thanks for your 
help in this matter.

4/28/14 Classroom Rm. 225 Electrical

Hillcrest Sr (2335) 3A Their are 2 lamb in Rm. 
120 that need ballasts 
replacing. Thanks for your 
help in this matter.

4/28/14 Classroom Rm. 120 Electrical

Hillcrest Sr (2335) 3A A/C CAFE AREA-NOT 
COMING ON-PLANT 
MGR WILLIAMS 416-3104 
KLR

4/29/14 Electrical

Hillcrest Sr (2335) 3A UNIT VENT - RM 225 - 
MOTOR BRACKET 
BROKEN - NOT COMING 
ON - PM/WILLIAMS 416-
3104

5/9/14 Electrical

Hillcrest Sr (2335) 3A per mr williams 416-3104 
a/c for serving line is not 
coming on

5/12/14 Electrical



Hillcrest Sr (2335) 3A Need 5 cases of light bulb 
(281279) for Hillcrest High. 
Thanks for your help in 
this matter.

5/21/14 SBE Office Electrical

Hillcrest Sr (2335) 3A A/C UNIT is NOT 
COMING ON in ROOM 
227 per Carl Williams, 
Plant Mgr. 416.3104  

6/4/14 Electrical

Hillcrest Sr (2335) 3A A/C PRIN'S OFC-NOT 
COMING ON-PLANT 
MGR WILLIAMS 416-3104 
KLR

6/4/14 Electrical

Hillcrest Sr (2335) 3A UNIT NOT COMING ON  
IN RM-108( TECH IS 
ALREADY ON SITE)
PLANT MGR-
WILLIAMS/416.3104

6/9/14 Electrical

Hillcrest Sr (2335) 3A I have alight ballast that 
needs to be replaced in thr 
hallway by classroom 123.

3/24/14 Hallway/Corridor By classroom 123 Electrical

Hillcrest Sr (2335) 3A I have two ceiling lights out 
that need to be replaced in 
the Big Gym main floor 
area. I am not sure what 
type of bulb it will need, all 
of my spare bulbs have 
been used.

4/1/14 Big Gym Electrical

Hillcrest Sr (2335) 3A Request  repairs on 
electrcal work on roon 200 
( Charter School ) to install 
220 volts  Rec. in wall for 
new equipment.

11/22/13 Administration Area Room 200 south end of 
the building

Electrical

Hillcrest Sr (2335) 3A Unit Ventilators in Rms 
116 (211-139) and 123 
(211-136) are NOT 
COOLING per Mr. Carl 
Willaims, Plant Mgr. at 
901.416.3104.

7/12/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Purchase a 120 volt-1800 
BTU window unit for  rack 
room.

7/16/13 Heating/Ventilation /Air 
Conditioning



Hillcrest Sr (2335) 3A UV NOT COOLING IN 
ASSIST PRIN OFFICE 
(NO ID).
SBE-WILLIAMS/416-3104

7/17/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A UNITS ARE NOT 
COOLING IN SERVING 
LINE, RM 208, ROTC, 
TEACHER LOUNGE 2N 
FLOOR. SBE WILLIAMS 
416-3104

7/29/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Monthly - Air Compressor - 
Hillcrest High - Refer to 
PM schedule details.

8/4/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A We need the A/C filters 
change for Hillcrest high 
School and the correct 
sizes for each unite.

8/5/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A BOILER - SOUTH SIDE 
OF NOT COMING ON - 
PM/WHITEHEAD 416-
9406

3/6/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A CHILLER IS NOT 
COOLING. SBE 
WILLIAMS 416-3104

7/10/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A UNIT IS NOT COOLING 
IN RM 102 AND THE 
TEACHER LOUNGE 416-
3104

7/11/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A ACU 1ST FLR RM 121, 
1ST FLR RM 123, 1ST 
FLR RM 118, 1ST FLR RM 
120, 1ST FLR RM 125, 
1ST FLR RM 127 & 1ST 
FLR RM 129-ALL NOT 
COOLING-SBE 
WILLIAMS 416-3104 KLR

8/9/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A UV NOT COOLING IN RM-
223
PLANT MGR-
WILLIAMS/416.7431

8/12/13 Heating/Ventilation /Air 
Conditioning



Hillcrest Sr (2335) 3A UNIT NOT HEATING IN 
ASSIS PRIN OFFICE 2ND 
FLR
PLANT MGR-
WILLIAMS/416.3104

12/10/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A HEAT CHARTER 
ACADEMY SOUTH SIDE 
OF BLDG-NOT HEATING 
ABOUT (6) RMS-PLANT 
MGR WHITEHEAD 416-
1430 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A HEAT RMS 100, 129, 216, 
233, 202, 239, 237, & 221-
ALL NOT HEATING-
PLANT MGR HURSE 574-
1660 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A 4-UV NOT HEATING IN 
RM-208,216,202,231.
PLANT MGR-
WILLIAMS/416.3104

1/8/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A per Mr. Williams 416-3104 
the pop off valve in boiler 
room is leaking really bad 
(ID# 211181)

1/10/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Monthly - Filter-Hillcrest 
High - Refer to PM 
schedule details.

1/24/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Monthly - Oil Lube & Belt-
Hillcrest High - Refer to 
PM schedule details.

1/31/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Monthly - Air Compressor - 
Hillcrest High - Refer to 
PM schedule details.

2/2/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A per mr williams 416-3104 
room 120 the hvac unit is 
making loud noise and he 
has shut down

2/21/14 Heating/Ventilation /Air 
Conditioning



Hillcrest Sr (2335) 3A REPAIR HEAT IN BACK 
OF GYM

2/27/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Monthly - HILLCREAST 
HIGH LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A UV NOT COOLING IN RM-
209 (089).
PLANT MGR-
WILLIAMS/416.3104

8/20/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A A/C in rm 208 not cooling 
per Carl Williams 416-
3104

8/20/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A 2-UV NOT COOLING IN 
TEACHERS LOUNGE 
2ND FLR, RM-201
PLANT MGR-
WILLIAMS/416.3104 

8/20/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A UV RMS 129, 127, 126, & 
123-ALL NOT COOLING-
PLANT MGR WILLIAMS 
416-3104 KLR

8/23/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Room 208 a/c not cooling 
per Carl Williams  416-
3104

8/30/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A 2-UV NOT COOLING IN 
RM-A207,115.
PLANT MGR-
WILLIAMS/416.3104

8/30/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Yearly - Oil Samples-
Hillcrest High - Refer to 
PM schedule details.

9/6/13 Heating/Ventilation /Air 
Conditioning



Hillcrest Sr (2335) 3A A/C RM 239 & 208-BOTH 
NOT COOLING-PLANT 
MGR WILLIAMS 416-3104 
KLR

9/9/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A A/C RM 223 & C114-
BOTH NOT COOLING-
PLANT MGR WILLIAMS 
416-3104 KLR

9/18/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Monthly - Filter-Hillcrest 
High - Refer to PM 
schedule details.

9/20/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A 4-UV NOT COOLING IN 
RM-214,223,114,A207.
PLANT MGR-
WILLIAMS/416.3104

9/20/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A A/C units NOT COOLING 
in ROOMS 215 & 218 per 
Carl Williams, Plant Mgr. 
416.3104

10/2/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A CHILLER IS IN ALARM.
PLANT MGR-
WILLIAMS/416.3104

10/15/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A POP OFF VALVE IS 
LEAKING WATER IN 
BOILER RM NORTH 
HALL ANNEX
PLANT MGR-
WILLIAMS/416-7431

11/21/13 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A The WATER SUPPLY 
LINE is BUSTED on the 
COOLING TOWER per 
Carl Williams, Plant Mgr. 
416.9431

4/2/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A CHILLER MECH RM-IN 
ALARM-PLANT MGR 
WILLIAMS 416-3104 KLR

5/5/14 Heating/Ventilation /Air 
Conditioning



Hillcrest Sr (2335) 3A per whitehead 416-9104 
the entire 2nd floor not 
cooling and room 106

5/8/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A UNIT NOT COOLING IN 
BAND RM
PLANT MGR-
WILLIAMS/416.3104

5/13/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Band room very hot, unit 
not cooling. Thanks for 
your help in this matter.

5/13/14 Band room Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Repair ac in cafe 5/16/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Monthly - Filter-Hillcrest 
High - Refer to PM 
schedule details.

5/23/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A A/C PRIN'S OFC-NOT 
COOLING-PLANT MGR 
WILLIAMS 416-2104 KLR

5/27/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A FIVE (5) A/C UNITS are 
NOT COOLING in 
ROOMS 109, 111, 120, 
121, and 123 per Carl 
Williams, Plant Mgr. 
416.3104  

6/4/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A UNIT VENTS - RMS108, 
109, 111, 121, 127, 223, 
208, 123, 125, - ALL ARE 
BLOWING NOT COOLING 
- PM/WILLIAMS 416-3104

6/12/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A UNIT VENTILATORS are 
NOT COOLING in 
ROOMS 108, 109, 111, 
118, 120, 121, 123, 125, 
127, 206, 208, and 223 
per Carl Williams, Plant 
Mgr. 416.3104

6/18/14 Heating/Ventilation /Air 
Conditioning



Hillcrest Sr (2335) 3A UNIT NOT COOLING IN 
RM-
108,109,118,120,121,123,
125,206,208,223
PRIN-WALKER/416.3104

6/20/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A UNIT VENT - RMS 
117,121,123,125,127,120,
118,108,213,223,225- 
BLOWING NOT COOLING 
- PM/WILLIAMS 416-3104

6/24/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A Yearly - Cooling 
Towers(STRAINERS)-
Hillcrest High - Refer to 
PM schedule details.

3/17/14 Heating/Ventilation /Air 
Conditioning

Hillcrest Sr (2335) 3A I have gang signs in three 
areas of the school. These 
areas are in the girls/ boys 
restrooms . The location 
are as follow Boys R/R 
2nd floor southeast hall 
next to room 200 / Boys 
R/R on the 1st floor by 

8/9/13 Painting

Hillcrest Sr (2335) 3A Per the principal request 
Mr. Eric Moore we would 
are in need to have all the 
restrooms stalls repainted 
due to the ongoing 
GRAFFITI marks 
throughout the school. 
This will help the school's 

2/28/14 Painting

Hillcrest Sr (2335) 3A Per the principal request 
Mr. Eric Moore we  are in 
need to have all the 
restrooms stalls repainted 
due to the ongoing 
GRAFFITI marks 
throughout the school. 
This will help the school's 

2/28/14 Painting

Hillcrest Sr (2335) 3A boy's & girl's locker and 
shower area in old 
gym,the walls is peeling 
very badly need to be 
maintenance. Thanks for 
your help in this matter.

4/1/14 Gym girl's restroom Painting

Hillcrest Sr (2335) 3A There is gang grafics on 
the walls of the boy's and 
girls restrooms on the 2nd 
floor of the main building. 
The Boy's restroom is 
located by classroom 201  
and the girl's restroom is 
located by room 227. See 

7/15/13 2nd Floor Boys and Girls restrooms Painting

Hillcrest Sr (2335) 3A The boy's restroom on the 
1st floor by room 116 has 
grafic gange signs on the 
walls that need to be 
removed. Please see the 
Plant manager for nore 
details.

7/15/13 Restroom (Boys) 1st floor by room 116 north     Painting



Hillcrest Sr (2335) 3A replace block for painters  
rm. 208

7/1/13 Painting

Hillcrest Sr (2335) 3A Graffiti inside the Girl's and 
Boy's RR on the 1st and 
2nd South End FLOORS 
per Carl Williams, Plant 
Mgr. 416.3104

1/7/14 Painting

Hillcrest Sr (2335) 3A paint lines on football field 8/26/13 Painting

Hillcrest Sr (2335) 3A GANG GRAFFITI 
OUTSIDE ON EAST 
ENTRANCE METAL 
DOOR, B RR 2ND FLR BY 
RM 200 ON WINDOW 
WALLS, G RR 2ND FLR 
BY RM 227 ON STALL 
WALLS, & B RR 1ST FLR 

8/26/13 Painting

Hillcrest Sr (2335) 3A GANG GRAFFITI 1ST 
FLR OUTSIDE ENTRY 
DOOR BY RM 129 ON 
METAL DOOR, 2ND FLR 
B RR ON ENTRY DOOR 
TO RR AND WINDOW, & 
GYM B LOCKER RM ON 
BLOCK WALL-PLANT 

9/11/13 Painting

Hillcrest Sr (2335) 3A GRAFFITI IN G/RR 2ND 
FLR BY RM-227.
PLANT MGR-
WILLIAMS/416.3104

10/31/13 Painting

Hillcrest Sr (2335) 3A Girls R/R has gang signs 
on the toilet walls. The rest 
room is located by 
classroom 227 on the 2nd 
floor.The call in work order 
is 394312.

10/31/13 Restroom (Girls) 2nd floor by rome 227 Painting

Hillcrest Sr (2335) 3A paint lines on football field 5/12/14 Painting

Hillcrest Sr (2335) 3A GRAFFITI ON SOUTH-
SIDE OF BLDG
PLANT MGR-
WHITEHEAD/691.1060

5/19/14 Painting



Hillcrest Sr (2335) 3A paint lines on football field 5/19/14 Painting

Hillcrest Sr (2335) 3A The flush valve on one of 
the toilets needs to be 
replaced by room 201 2nd 
floor.

7/15/13 Restroom (Boys) 2nd floor by room 201 Plumbing

Hillcrest Sr (2335) 3A       back flow test 7/24/13 Plumbing

Hillcrest Sr (2335) 3A I have a drain that need s 
to be cleaned out in the 
Boys restroom and the 
closet nextdoor to the 
restroom. There is a 
overflow of water coming 
fro both areas. We think 
both drain are connected.

7/29/13 Restroom (Boys) boys R/R and Closet Plumbing

Hillcrest Sr (2335) 3A       test back flow . 8/5/13 Plumbing

Hillcrest Sr (2335) 3A UNIT VENT -211-071 - RM 
225 - LEAKING - 
PM/WILLIAMS 416-3104

8/8/13 Plumbing

Hillcrest Sr (2335) 3A BOILER RM - 
CIRCULATING PUMP 
#211-008 - LEAKING - 
PM/WILLIAMS 416-3104

3/5/14 Plumbing

Hillcrest Sr (2335) 3A       back flow test 7/2/13 Plumbing

Hillcrest Sr (2335) 3A I have 4 rest rooms on the 
1st and 2nd floor on the 
south end of the building 
that have flush valves that 
need to be replaced.

8/14/13 Restroom (Boys) Girls and Boys restrooms Plumbing



Hillcrest Sr (2335) 3A We have a leaking drain  
pipe coming from the 
freezer in the kitchen area. 
The leaking water is 
getting on the floor of the 
kitchen.

12/4/13 Kitchen Pipe next to the freezer Plumbing

Hillcrest Sr (2335) 3A I have a handle on the hot 
water side of the sink that 
will not turn the water off. 
The handle on the hot 
water side needs to be 
replaced.

12/9/13 Kitchen Plumbing

Hillcrest Sr (2335) 3A TOILET IS 
OVERFLOWING IN B/RR 
2ND FLR
PLANT MGR-
WILLIAMS/416-3104

12/17/13 Plumbing

Hillcrest Sr (2335) 3A I have a toilet in the main 
office that is leak around 
and from the the supply 
pipes. The water has been 
turned off. This restroom is 
located in the pricipal's 
office.

12/17/13 Administration Area Rtroom ( main office) Plumbing

Hillcrest Sr (2335) 3A Toilet in office leak when 
flush also continue to run.
Thanks for your help in 
this matter.

12/17/13 Administration Area restroom Plumbing

Hillcrest Sr (2335) 3A 1st stall toilet in girl's 
restroom next to rm. 117 
will not flush properly, user 
will have to put handler 
multiple time to get waste 
down. Thanks for you help 
in this matter.

12/19/13 Restroom (Girls) next to Rm.117 Plumbing

Hillcrest Sr (2335) 3A 4th stall toilet in boy's 
restroom across from rm. 
121 leak from behind toilet 
when flush. Thanks for 
your help in this matter.

12/19/13 Restroom (Boys) across from rm. 121 Plumbing

Hillcrest Sr (2335) 3A 6th stall toilet in girl's 
restroom across from rm. 
129 leak from handle 
when flush. Thanks for 
your help in this matter.

12/19/13 Restroom (Girls) across from rm. 129 Plumbing

Hillcrest Sr (2335) 3A  handicap water cooler in 
cafeteria drain is stop up. 
Thanks for your help in 
this matter.

12/19/13 Cafeteria Plumbing



Hillcrest Sr (2335) 3A WATER LINE TO 
RADIATOR HEATER 
CAFE AREA-HAS BURST-
PLANT MGR WILLIAMS 
416-3104 KLR

1/7/14 Plumbing

Hillcrest Sr (2335) 3A PIPE PRACTICE GYM 
EQUIP RM (BOILER RM)-
HAS BURST-PLANT MGR 
WILLIAMS 416-3104 KLR 

1/8/14 Plumbing

Hillcrest Sr (2335) 3A I have a presure relief vale 
on boiler 211-181 in the 
annex building on the first 
floor. For details please 
see the Plant Manager, 
Thanks for you help.

1/13/14 Mechanical Room by room A-103 annex hall Plumbing

Hillcrest Sr (2335) 3A boy's restroom across 
from rm. 121 2nd stall 
toilet is stop up, I have 
tried to snake it out but 
with no success. Thanks 
for your hepl in this matter

1/13/14 Restroom (Boys) across from rm. 121 Plumbing

Hillcrest Sr (2335) 3A Replace water heater in 
new gym

1/23/14 Plumbing

Hillcrest Sr (2335) 3A Urinal not draining across 
from room 121

1/31/14 Restroom (Boys) across from rm. 121 Plumbing

Hillcrest Sr (2335) 3A Boys restroom in gym 
lobby 1st stall toilet leaking 
from flush valve. Thanks 
for your help in this matter.

1/31/14 Restroom (Boys) Gym Plumbing

Hillcrest Sr (2335) 3A 3-COMPARTMENT SINK 
KITCHEN AREA-
STOPPED UP & LEAKING-
PLANT MGR WILLIAMS 
416-3104 KLR

2/20/14 Plumbing

Hillcrest Sr (2335) 3A I have three sinks in the 
kitchen area that are 
leaking form the 
faucets.Please check with 
the cafeteria manager for 
more details.

2/21/14 Kitchen Sink areas Plumbing



Hillcrest Sr (2335) 3A A few months ago The 
water was cut off in the 
science and chemistry 
labs.I am not sure where 
the water ws cut off and 
need a plumber to turn it 
back on. The teacher 
needs the water for 

2/25/14 Plumbing

Hillcrest Sr (2335) 3A I have a pressure relief 
valve on a boiler in the 
annex building that is 
contcontinuously releasing 
water. The water for know 
is not over flowing into 
other areas but needs to 
be repaired / replaced. 

2/25/14 Plumbing

Hillcrest Sr (2335) 3A Inspect storm drains 8/26/13 Plumbing

Hillcrest Sr (2335) 3A The two boys restrooms 
on the first floor of the 
attendance hall east and 
west both have leaking 
urinals. Check flush valve.

8/26/13 Restroom (Boys) 1st floor east and west  
2each

Plumbing

Hillcrest Sr (2335) 3A Room 205 a/c leaking per 
Carl Williams 416-3104

9/9/13 Plumbing

Hillcrest Sr (2335) 3A 2nd floor boys restroom 
south side, sink that turn 
off valves have been torn 
off and flooding restroom 
per Mr. Whitehead 416-
3104

9/24/13 Plumbing

Hillcrest Sr (2335) 3A Alternative side, 1st Floor 
Boy's RR on the 
SOUTHSIDE...Sink is off 
the wall per Richard 
Whitehead, Plant Mgr. 
416.9406

9/26/13 Plumbing

Hillcrest Sr (2335) 3A Girl,s restrooms 2nd stall 
toilet stop-up

10/3/13 Restroom (Girls) 1st across from Rm. 129 Plumbing

Hillcrest Sr (2335) 3A Girl's restroom 3th&4th 
stall toilet stop-up

10/3/13 Restroom (Girls) 2nd floor across from 239 Plumbing



Hillcrest Sr (2335) 3A PIPE UNDER SINK 1ST 
FLR B RR SOUTH SIDE-
HAS BURST AND WATER 
LEAKING OUT, CAN'T 
CONTAIN-PLANT MGR 
WHITEHEAD 416-2132 
KLR

10/14/13 Plumbing

Hillcrest Sr (2335) 3A Urine is leaking water from 
the splush valve part of the 
pipe. Thanks for your help 
in this matter.

10/18/13 Restroom (Boys) Next to Rm. 214 Plumbing

Hillcrest Sr (2335) 3A      back flow test 10/28/13 Plumbing

Hillcrest Sr (2335) 3A I have a sink in the boys 
R/R that has a brocken J- 
pipe (DRAIN). The 
students kick it and broke 
it off.

10/29/13 Restroom (Boys) 2nd. floor next to room 211 Plumbing

Hillcrest Sr (2335) 3A Girl's restroom across Rm. 
129, 2nd & 6th stall toilet 
are stop up ,Also 6th stall 
toilet is leaking from 
splush valve. Thanks for 
your help in this matter.

10/29/13 Restroom (Girls) Plumbing

Hillcrest Sr (2335) 3A Girl's restroom across from 
Rm. 239 1st sink leaking 
from pipe joint, Also 4nd 
sink need pipe jointed 
back together. Thanks for 
your help in this matter.

10/29/13 Restroom (Girls) Plumbing

Hillcrest Sr (2335) 3A Boys restroom have 3 
urines that are control by 
1splush valve, When 
splush the 1st urine do not 
deliver any water to clean 
out waste material.

10/29/13 Gym lobby boys restroom Plumbing

Hillcrest Sr (2335) 3A Flush storm drains 11/5/13 Plumbing

Hillcrest Sr (2335) 3A 2nd floor boys restroom 
west end of hall, last stall 
toilet stop up. Thanks for 
your help in this matter.

11/6/13 Restroom (Boys) Charter school Plumbing



Hillcrest Sr (2335) 3A 1st & 2nd stall toilets are 
stop up in restroom next to 
book room 1st floor. 
Thanks for your help in 
this matter.

11/12/13 Restroom (Boys) Next to book room Plumbing

Hillcrest Sr (2335) 3A Water pressure is very low 
in all urine in boys 
restroom before book 
room will not clean out 
waste and urine. Thanks 
for your help in this matter.

11/14/13 Restroom (Boys) 1st floor before book Rm. Plumbing

Hillcrest Sr (2335) 3A 4th stall toilet stop up in 
girls restroom across from 
rm. 114. Thanks for your 
help in this matter.

11/14/13 Restroom (Girls) Across from 114 Plumbing

Hillcrest Sr (2335) 3A Check and clean storm 
drains    

4/4/14 Plumbing

Hillcrest Sr (2335) 3A The watre fountain in the 
cafeteria dinning area has 
a water fountain that is 
leaking water from the 
bottom . 
 The school I D # is 
211197.  THANKS    KMW

4/7/14 Cafeteria Plumbing

Hillcrest Sr (2335) 3A Sink in boy,s 1st floor 
restroom is leaking from 
return pipe. Thanks for 
your help in this matter.

4/8/14 Restroom (Boys) 1st floor Plumbing

Hillcrest Sr (2335) 3A I have two sinks in the 
boys restroom on the first 
floor by classroom 121 
that are leaking water from 
the J trap. We have had to 
close the restrooms due to 
the amount of water spill.

4/9/14 By classroom 123 Plumbing

Hillcrest Sr (2335) 3A I have a girl's  restroom 
sinkon he 2nd floor by 
classrrom 227 that is 
leaking from the J-trap 
pipe . Thanks for your 
help.  KMW

4/10/14 Restroom (Girls) 2nd floor by room 227 Plumbing

Hillcrest Sr (2335) 3A Their a leak in the Asst. 
Principal under HVAC unit 

4/14/14 Administration Area Asst. Prin. office Plumbing



Hillcrest Sr (2335) 3A COOLING TOWER HAS 
WATER RUNNING OUT 
OF IT-PLANT MGR 
WILLIAMS 416-7431 KLR

4/16/14 Plumbing

Hillcrest Sr (2335) 3A SINK - 1ST FLR BY RM 
121 - OVERFLOWING - 
CAN'T SHUT OFF - 
PM/WILLIAMS 416-3104

4/24/14 Plumbing

Hillcrest Sr (2335) 3A BUSTED PIPE IN GYM ( 
TECH IS ALREADY ON 
SITE).
PLANT MGR-
WILLIAMS/416.3104

4/24/14 Plumbing

Hillcrest Sr (2335) 3A The girls shower in the 
Small Gym has a water 
leak that cannot be 
stopped. Thanks.

5/7/14 Gym Girls Shower Plumbing

Hillcrest Sr (2335) 3A          back fow test 5/20/14 Plumbing

Hillcrest Sr (2335) 3A The cafeteria Manager is 
requesting to have all the 
gas turn off on all the 
steam tables on the 
serving line and kitchen 
areas.zone 3 a side.......

5/30/14 Cafeteria Steam tables Plumbing

Hillcrest Sr (2335) 3A Unstop area drains 5/30/14 Plumbing

Hillcrest Sr (2335) 3A EXTERIOR WATER 
SPROUT WONT SHUT 
OFF BY  LITTLE GYM
PLANT MGR-
WHTEHEAD/691.1060

6/2/14 Plumbing

Hillcrest Sr (2335) 3A         test back flow 6/20/14 Plumbing



Hillcrest Sr (2335) 3A CIRCULATING PUMP - 
1ST FLR - LEAKING - 
PM/WILLIAMS 416-3104

6/24/14 Plumbing

Hillcrest Sr (2335) 3A PUMP IS LEAKING 
WATER IN BOILER RM 
MAIN HALL
PLANT MR-
WILLIAMS/416.7431

3/21/14 Plumbing

Hillcrest Sr (2335) 3A I have a sink in the Boys 
restroom on the 1st floor 
by classroom 121 the 
needs a drain trap 
replaced. This trap has a 
hole on the bottom side . 
THANKS     K.M.W.

3/31/14 Restroom (Boys) 1st floor by room 121 Plumbing

Hillcrest Sr (2335) 3A       back flow test 4/1/14 Plumbing

Hillcrest Sr (2335) 3A Shower head in 3th stall 
shower, in girl's locker 
room old gym is leaking. 
Thanks for your help in 
this matter.

4/1/14 Gym girl's restroom Plumbing

Hillcrest Sr (2335) 3A The boys and girls locker 
rooms in the Small Gym 
both have falling sheet 
rock due from water 
damage with a leaking 
Roof. The sheet rock 
needs to be replaced and 
mud.

8/16/13 Gym GIRLS AND BOYS 
LOCKER ROOMS

Roof

Hillcrest Sr (2335) 3A I have a roof leak on the 
small gym and has 
damaged the sheet rock in 
both girls and boys locker 
rooms.

8/16/13 Gym Small gym Roof

Hillcrest Sr (2335) 3A Front entrance leaking 1/16/14 Roof

Hillcrest Sr (2335) 3A Leaks from ceiling front left 
corner in Library probable 
from roof do to heavy rain.

9/20/13 Library Roof



Hillcrest Sr (2335) 3A I have a roof leak above 
the Library. Each time that 
it rains all day we end up 
with a water leak in the 
same area. We some one 
to inspect the roof  around 
this area .

10/17/13 Library Roof

Hillcrest Sr (2335) 3A The roof on the Small Gym 
is leaking water into the 
boys and girls locker room 
and shower areas. This 
roof has been repaired 
prior and always come 
back with the same 
problems. This problem 

4/4/14 Gym .small gym Roof

Hillcrest Sr (2335) 3A The small gym areas has 
a roof leak that is 
damaging the sheet rock 
in both locker rooms. THIS 
IS A 2ND REQUEST TO 
HAVE THESE REPAIRS 
COMPLETED IN ORDER 
TO MAKE THE REPAIRS 

5/7/14 Auxiliary Gym Roof

Hillcrest Sr (2335) 3A The SMALL GYM 
continues to have a roof 
leaks in the Girls and 
Boy's locker rooms. This 
area has been worked on 
in the past few weeks and 
continue to leak went it 
rains. Please contact the 

5/29/14 Gym Small Gym Locker room Roof

Hillcrest Sr (2335) 3A I have six areas around 
the school building that 
have gutter downspouts 
that are damaged and 
need to be replaced. 
Some gutters are 
detatched from the 
building and need to be 

7/12/13 Sheet Metal

Hillcrest Sr (2335) 3A A new A/C unite was 
replaced in the attendance 
office on the Charter 
School side and the sheet 
metal has sharp edges 
that could cause injuries. 
The brick wall surrounding 
the A/C unite has space 

2/25/14 Sheet Metal

Hillcrest Sr (2335) 3A I have a missing VolleyBall 
pole plate on the 
basketball gym floor. This 
plate cover's the pole after 
the net is taken down. 
Please contact the Plant 
manager for more details. 
The basketball season 

11/4/13 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Holmes Rd El (2343) 3A 2 5 27 53 37 12 42 1 4 183
Grand Total 2 5 27 53 37 12 42 1 4 183



Location Request Description Submittal Date Area Description Area Number Craft
Holmes Rd El (2343) 3A  tile need replacing in 

cafeteria thank you for 
your help in this matter

6/9/14 Cafeteria Asbestos

Holmes Rd El (2343) 3A There are leaks in the 
multi-purpose room, re-
insulate pipes connect to 
air handling unit #6 as 
needed

7/26/13 multi-purpose room Asbestos

Holmes Rd El (2343) 3A repair Port#5(Request 
Network Cabling 
Maintenance Repair).

8/6/13 1st Floor Rm#128 Cabling

Holmes Rd El (2343) 3A Port #5 needs repair 9/6/13 room 128 Cabling

Holmes Rd El (2343) 3A IDF3 #Tel #2 needs to be 
repair or replaced. Ther 
are no connection from the 
wiring closet to the room.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

9/14/13 Teachers Planning 
between 4th & 5th grade 
hall

Cabling

Holmes Rd El (2343) 3A AV cable tip broken inside 
the jack on the wall, 
cannot use video/audio 
connections through the 
computer

2/10/14 B102, B103 Cabling

Holmes Rd El (2343) 3A AV cable tip broken inside 
the jack on the wall--
URGENT--

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

1/23/14 room B102, B103 Cabling

Holmes Rd El (2343) 3A I need 3 packs of fiber 
glass ceiling tile

4/25/14 Holmes RD EL Carpentry



Holmes Rd El (2343) 3A I need 3 packs of fiberglas 
ceiling tiles

5/9/14 Holmes RD EL Carpentry

Holmes Rd El (2343) 3A ceiling tiles stain very bad - 
ceiling tile across from, by
rm#147 - rm#153 rm#117- 
across from rm#150 - by 
rm#117

7/31/13 1st Floor ceiling tiles Carpentry

Holmes Rd El (2343) 3A Stain ceiling tile needs 
replace thur through out 
the
school.

8/2/13 1st Floor Ceiling Tile Carpentry

Holmes Rd El (2343) 3A Repair and replace ceiling 
tiles in rm# 153, In the 
multi-purpose room by the 
wall and stage repair as 
needed

7/26/13 rm#153, multi-purpose 
room

Carpentry

Holmes Rd El (2343) 3A Cafeteria by first set of 
glass doors, replace or 
repair hole in sheet rock 
wall--Principal Request--

11/12/13 Cafeteria Carpentry

Holmes Rd El (2343) 3A door knob needs repair / 
safety hazard

8/2/13 1st Floor Plant Manager Carpentry

Holmes Rd El (2343) 3A CAFE DOOR LEADING 
TO HALLWAY-CTR MULL 
BROKE LOOSE AND 
ALMOST HIT A STUDENT 
PER SBE-SBE 
McFARLAND 416-3156 
KLR

8/5/13 Carpentry

Holmes Rd El (2343) 3A CYLINDER HAS COME 
COMPLETELY OUT OF 
DOOR TO RM 101A-
DOOR IS OPEN WILL 
NEED TO SECURE RM-
SBE McFARLAND 416-
3156 KLR

8/5/13 Carpentry

Holmes Rd El (2343) 3A ceiling tile spec. cut keep 
mice from coming in her 
classroom

8/7/13 1st Floor Rm#  A100 Carpentry



Holmes Rd El (2343) 3A ceiling tile spec. cut third 
grade hallway and Plant 
Manager Office

8/9/13 1st Floor Hallway Carpentry

Holmes Rd El (2343) 3A Mount some picture to the 
wall

9/14/13 Cafeteria manager office Carpentry

Holmes Rd El (2343) 3A G M key will not unlock 
two inside door to the 
cafeteria, can not secure 
room #A105, A102, with G 
M key

8/24/13 Carpentry

Holmes Rd El (2343) 3A The cafeteria outside 
entrance door will close 
after you open it, when 
locking plant manager 
office its hard to open from 
the inside

9/4/13 Cafeteria Carpentry

Holmes Rd El (2343) 3A Can not secure the 
classroom, the key will not 
go in the cyclinder

2/14/14 rm B101 Carpentry

Holmes Rd El (2343) 3A Replace missing and loose 
floor tile

3/6/14 Cafeteria Carpentry

Holmes Rd El (2343) 3A Can not lock classroom 
restroom door

3/20/14 kk- hall rm137 Carpentry

Holmes Rd El (2343) 3A Request for pictures to be 
mount to the wall

1/23/14 Cafeteria office Carpentry

Holmes Rd El (2343) 3A I need some plexiglas cut 
for the entrance doors and 
windows, 3 different size 
and 2 each for emergency. 
no plexiglas on site

1/28/14 Holmes RD EL Carpentry



Holmes Rd El (2343) 3A Can not secure the 
entrance door

2/7/14 Pre k hall rm#138 Carpentry

Holmes Rd El (2343) 3A Repair or replace door 
handle

2/7/14 Main off. back exit door Carpentry

Holmes Rd El (2343) 3A I need 3 packs of Mineral 
board tile

12/17/13 Holmes RD EL Carpentry

Holmes Rd El (2343) 3A Can not secure room #138-
-Pre k hall, Main office 
back door by nurse station 
repair door handle

12/17/13 Holmes RD EL Carpentry

Holmes Rd El (2343) 3A A key stuck in the lock, 
can not unlock the room

12/23/13  room A105 Carpentry

Holmes Rd El (2343) 3A I need 3 packs of fiber 
glass tile

1/2/14 Holmes RD EL Carpentry

Holmes Rd El (2343) 3A Replace missing and loose 
floor tile

1/9/14 Cafeteria Carpentry

Holmes Rd El (2343) 3A spider webb through out 
the school needs a lift 
truck

8/2/13 1st Floor main hallway Carpentry

Holmes Rd El (2343) 3A POWER OUTAGE - 
PARTIAL DIFFERENT 
AREAS OF THE SCHOOL 
- PM/REED 416-6469

6/6/14 Electrical



Holmes Rd El (2343) 3A power outage in spots we 
do have kids here thanks 
for helping in this matter

6/6/14 Electrical

Holmes Rd El (2343) 3A hallway light out at east 
entrance of building beside 
room 124, thank you for 
your help in this matter

6/6/14 Electrical

Holmes Rd El (2343) 3A west side of building in 
hallway need ballast in 
light fixture 3 new bulds 
put in thanks for you help 
in this matter

6/9/14 Electrical

Holmes Rd El (2343) 3A Replace 3 ballast (4 lamp 
fixture), S.B.E. replace 
bulbs, one light fixture the 
bulbs is flickering

3/27/14 Administration Area Electrical

Holmes Rd El (2343) 3A ICE CREAM MACHINE 
CORD is BURNED in the 
CAFETERIA near 
SERVING LINE per Mr. 
Lorenzo Wright, Plant Mgr. 
416.8226

4/1/14 Electrical

Holmes Rd El (2343) 3A Check exhaust fans for 
power, they are not 
running. I talk with Energy 
Managerment

4/1/14 on the roof Electrical

Holmes Rd El (2343) 3A Vent A Hood fan is not 
working, cause kitchen to 
get very hot

4/17/14 Cafeteria Electrical

Holmes Rd El (2343) 3A I need 3 boxes of F32T8 
light bulbs

5/9/14 Holmes EL RD Electrical

Holmes Rd El (2343) 3A Ballast needs repace - 
Hallway by custodial closet
two, Girls R/R light bulbs , 
hallway by  rm#152 and 
150

7/31/13 1st Floor B115 & Hallway Electrical



Holmes Rd El (2343) 3A Ballasts needs replace 8/2/13 Library 1st Floor Electrical

Holmes Rd El (2343) 3A Ballast needs replace A - B 
& main Hallway

8/2/13 1st Floor Hallway Electrical

Holmes Rd El (2343) 3A I need 8 cases of F32T8 
light bulbs

7/26/13 Holmes RD El. Electrical

Holmes Rd El (2343) 3A A hall boys R/R 2 compact 
fluorscent lamps does not 
work and B hall 1 compact 
fluorscent lamp does not 
work.

9/29/13 By A & B hall restrooms Electrical

Holmes Rd El (2343) 3A I need 20 Dulux D/E 26 
wattt compact fluorscent 
lamps 20669   841   
(Sylvania CF26DD/E/841)

9/29/13 Holmes EL Electrical

Holmes Rd El (2343) 3A Main Office one light 
fixture does not work, 
reset time clock facing 
room #108, 106, B-hall by 
girls R/R both sides

10/1/13 Holmes RD EL Electrical

Holmes Rd El (2343) 3A Room B115 unit is not 
working per Mr. Lorenzo 
Wright 230-2416

10/16/13 Electrical

Holmes Rd El (2343) 3A I have a bad light switch in 
class room 207 that needs 
to be replaced.

10/29/13 Classroom 207 Electrical

Holmes Rd El (2343) 3A Replace ballast (2 lamp 
fixture) in closet 150M, 
library office outlets do not 
work

11/12/13 Closet 150m & library 
office

Electrical



Holmes Rd El (2343) 3A Wall outlets are not 
working in rm B105, 
replace breaker switch #25 
in closet B111M --panel 
box LPA. In closet 134M 
replace a ballast

11/12/13 Rm B105 & Closet 134M Electrical

Holmes Rd El (2343) 3A I need 10 light fixture 
cover, I have one in plant 
manager office

11/12/13 Multi- purpose room Electrical

Holmes Rd El (2343) 3A lights needs replace 
around the building

8/2/13 Grounds Lights Electrical

Holmes Rd El (2343) 3A Hallway ballasts needs 
replace

8/6/13 1st Floor Rm# A100 Electrical

Holmes Rd El (2343) 3A needs classroom clock 8/6/13 1st Floor Rm# B117 Electrical

Holmes Rd El (2343) 3A ballasts needs replace/ 
storge closet by Plant 
Manager 
office needs ballast, / 
Cafeteria Pantry needs 
ballast and
the Laundry Room needs 
ballast

8/7/13 1st Floor Rm#B111 Electrical

Holmes Rd El (2343) 3A replace cord on flag pole 8/7/13 Grounds Flag Pole Electrical

Holmes Rd El (2343) 3A ballast needs replace 8/7/13 1st Floor Rm# 143E Electrical

Holmes Rd El (2343) 3A & storage closet across 
from Plant Manager Office,
needs Ballast replace

8/8/13 1st Floor Rm#B111 Electrical



Holmes Rd El (2343) 3A restrooms needs ballasts 8/9/13 1st Floor Boys & Girls Electrical

Holmes Rd El (2343) 3A I need ten cases of F32T8 
light bulbs

8/20/13 Holmes RD EL Electrical

Holmes Rd El (2343) 3A Emergency lights does not 
work in room #124, 127 
R/R, 138, 139, 137

8/20/13 Pre K hall Electrical

Holmes Rd El (2343) 3A FCU RM 124-NOT 
COMING ON-PLANT 
MGR WRIGHT KLR

8/23/13 Electrical

Holmes Rd El (2343) 3A Emergency light making a 
strange noise, repair or 
replace

11/15/13 by library Electrical

Holmes Rd El (2343) 3A I need 4 boxes of f32t8 
light bulbs

9/17/13 Holmes EL Electrical

Holmes Rd El (2343) 3A Relace ballast in pre k hall 
by room# 128-2 lamp 
fixture, rm 110 main hall 4 
lamp fixture, computer rm 
108 &108A 4 lamp fixture

9/3/13 Holmes RD EL Electrical

Holmes Rd El (2343) 3A    Replace burnt out wall 
outlet and replace the plug 
on the hot box by the 
serving area--URGENT--

9/3/13 Kitchen Electrical

Holmes Rd El (2343) 3A Emergency lights do not 
work by plant manager 
office, cafeteria 4,kitchen 
2, multi purpose rm by 
window, orff music rm 114 
on main hall, by rm 106 
light# 24 and 23

9/14/13 Holmes EL Electrical



Holmes Rd El (2343) 3A Emergency lights do not 
work, A hall by rm 151 #5, 
A hall by room A115 #7, by 
rm A107 #10, B hall by rm 
B113 and B117

9/14/13 A and B hall Electrical

Holmes Rd El (2343) 3A Replace ballast 2 lamp 
fixture rm 143C- by main 
office, rm 151C inside rm 
151, before A hall rm 141- 
4 lamp fixture

9/14/13 Electrical

Holmes Rd El (2343) 3A Three light fixture do not 
work, big kitchen guidance 
area, pre k hall

1/24/14 Pre K hall & Guidance 
area

Electrical

Holmes Rd El (2343) 3A I need 3 boxes of F32T8 
light bulbs

1/26/14 Holmes RD EL Electrical

Holmes Rd El (2343) 3A Emergency lights do not 
work, boys R/R by S.B.E. 
office, Pre k hall by girls 
R/R, by room 106, 
cafeteria (3), kitchen,

2/3/14 Holmes RD EL Electrical

Holmes Rd El (2343) 3A Emergency lights do not 
work, S.B.E. office, bymain 
office#3, #5, by room 
#A107 #10, A-hall #8, B-
hall #22, by room B113and 
B115, multi purpose rm, 
boiler and chiller room

2/3/14 Holmes RD EL Electrical

Holmes Rd El (2343) 3A Reset time clocks 2/3/14 Guidance office 143C 
and143E

Electrical

Holmes Rd El (2343) 3A No lights in the Financial 
Secretary office---
URGENT--

12/13/13 Financial Secretary office Electrical

Holmes Rd El (2343) 3A I need 10 flood lights 90w-
130v standard base, 20 
sylvania 3500k-
FO25/T35/ECO 25w, 20 
Dulux L 40w Ecologic 
compacte Fluorescent

12/17/13 Holmes RD EL Electrical



Holmes Rd El (2343) 3A I need 20-Philips 100w 
M90/E, 20 Dulux D/E 26w 
compacte fluorescent 
20669        841

12/17/13 Holmes RD EL Electrical

Holmes Rd El (2343) 3A      repair light in hallway 
by office exit light

12/17/13 Electrical

Holmes Rd El (2343) 3A I need 3 boxes of F32T8 
light bulbs

1/3/14 Holmes RD EL Electrical

Holmes Rd El (2343) 3A Replace ballast Pre k hall 
by room 128 and by boys 
and girls B hall

1/14/14 Holmes RD EL Electrical

Holmes Rd El (2343) 3A THERMOSTAT - B RR A 
HALL - GIVING OFF 
ELECTRIC SHOCK -
NEED COVER & PARTS - 
PM/WRIGHT 230-2416

1/21/14 Electrical

Holmes Rd El (2343) 3A I need light fixture covers 
Pre K hall by room #124, 
131, 136, girls r/r by plant 
manger office, 7 multi 
purpose room, A hall by 
girls r/r, B hall by boys r/r.  
( 1 lamp fixture ) Safety 
Harzard

8/24/13 Holmes RD EL Electrical

Holmes Rd El (2343) 3A By Pant Manager office 
boys & girls R/R there 5 
compact fluorscent lamps 
does not work and by Pre 
k hall there 2 compact 
fluorscent lamps in the 
boys and girls does not 
work

9/29/13 by plant manager office 
and Pre k hall

Electrical

Holmes Rd El (2343) 3A Monthly - Filter-Holmes Rd 
Elementary - Refer to PM 
schedule details.

5/13/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A A/C SBE'S OFC-NOT 
COOLING-PLANT MGR 
REED KLR

6/3/14 Heating/Ventilation /Air 
Conditioning



Holmes Rd El (2343) 3A per mr wright 230-2416 
room B115 is overheating 
and they are testing

4/30/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A CHILLER NOT COOLING
PLANT MGR-
WRIGHT/416.6469

5/12/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A FCU RM A100 360-159, 
RM A101 360-161 RM 
A102 360-164, RM A103 
360-166 - ALL ARE 
BLOWING NOT 
COOLING - HAVING 
SUMMER SCHOOL - 
SBE/HURSE 416-6469

8/1/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A chiller in alarm 7/11/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A BOILER NOT COMING 
ON-PLANT MGR WRIGHT 
KLR

10/28/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A UNIT NOT HEATING IN 
RM-
B101,B100,B103,B104,B1
05,B112,B114,B117,154, & 
UNIT IS OVERHEATING 
IN RM-B115.
PLANT MGR-
WRIGHT/416.6469

11/1/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A 2-BOILERS NOT COMING 
ON & MAKING NOISE.
PLANT MGR-
WRIGHT/230.2416

11/1/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A WALL UNIT NOT 
COOLING IN PLANT 
MGR OFFICE
PLANT MGR-
MAFARLAND/416.6469

8/2/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A CHILLER IS NOT 
COOLING ENTIRE BDLG 
IS HOT. SBE 
MCFARLAND  416-3156

8/5/13 Heating/Ventilation /Air 
Conditioning



Holmes Rd El (2343) 3A UNIT NOT COOLING IN 
RM-124 .
PLANT MGR-
WRIGHT/416.6469

8/12/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A 2nd grade wing a/c is not 
cooling per Lorenzo Wright 
416-6469

8/12/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A 2nd grade wing a/c is not 
cooling per Lorenzo Wright 
416-6469

8/12/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A CHILLER NOT COOLING 
(007)
PLANT MGR-
WRIGHT/416.6469

8/13/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A A/C RM 153-MAKING 
NOISES-PLANT MGR 
WRIGHT KLR

9/16/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A Monthly - Filter-Holmes Rd 
Elementary - Refer to PM 
schedule details.

9/17/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A Yearly - Oil Samples-
Holmes Road Elementary - 
Refer to PM schedule 
details.

9/7/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A UNIT NOT COOLING IN 
RM-A101, & PLANT MGR 
OFFICE
PLANT MGR-
WRIGHT/230.2416

9/12/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A UV CHILLER RM-
MAKING NOISES-PLANT 
MGR WRIGHT KLR

1/23/14 Heating/Ventilation /Air 
Conditioning



Holmes Rd El (2343) 3A UNITS NOT HEATING IN 
RM-A102,B102
PLANT MGR-
WRIGHT/230.2416

1/29/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A HEATING UNIT RM A112-
HAS A FOUL SMELL 
COMING FROM IT-
PLANT MGR WRIGHT 
KLR

1/30/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A repair boiler 11/15/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A HEAT RMS 100 & 108-
OVERHEATING-TEMP IS 
80 PER SBE-PLANT MGR 
WRIGHT 416-6469 KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A HEAT RM 124-MAKING 
NOISES-PLANT MGR 
WRIGHT 416-6469 KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A repair boiler 12/9/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A HVAC Tech to check 
Rooftop unit supplying Rm 
B119 to ensure unit is not 
emitting unwanted 
contaminants into 
classroom. Teacher 
complaining that indoor 
environment is the source 

12/11/13 Classroom B119 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A Unit in Room B119 is 
MAKING A NOISE per Mr. 
Wright, Plant Mgr. 
230.2416

12/13/13 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A Unit LEAKING from ceiling 
area in ROOM 151 per Mr. 
Wright, Plant Mgr. 
230.2416

12/20/13 Heating/Ventilation /Air 
Conditioning



Holmes Rd El (2343) 3A boiler #2 leaking water, 
pumps 3 & 4 leaking and 
make up water leaking per 
Mr. Wright 230-2416

1/2/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A HEAT LIBRARY AREA-
NOT HEATING-THEY 
WILL BE HAVING A 
MEETING IN AREA-
PLANT MGR WRIGHT 
230-2146 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A Units are NOT HEATING 
in ROOMS A100 thru A104 
per Lorenzo Wright, Plant 
Mgr. 230.2416

1/7/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A per Mr. Wright 416-8226 
following rooms are 
blowing cold air 124, 128, 
138, 139, A106, A112, 
A119, 151, B104, B113, 
B115

1/7/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A Monthly - Oil Lube & Belt-
Holmes Rd Elem - Refer to 
PM schedule details.

1/12/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A Monthly - Filter-Holmes Rd 
Elementary - Refer to PM 
schedule details.

1/14/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A Replace filter inside the 
building and on the roof

1/24/14 Holmes RD EL Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A Yearly - Cooling Towers - 
Holmes Rd Elem - Refer to 
PM schedule details.

3/23/14 Heating/Ventilation /Air 
Conditioning

Holmes Rd El (2343) 3A The hole in the wall is 
repair, paint the cafeteria 
as needed

11/15/13 Cafeteria Painting



Holmes Rd El (2343) 3A Pre k hall rm #127, 138, 
before A hall CRS rm 
#151, before B hall CRS 
rm #156 paint peeling and 
bad spots paint 
classrooms as needed

9/14/13 Holmes RD EL Painting

Holmes Rd El (2343) 3A Paint A & B hall and hall 
east and west of A & B hall

2/11/14 A and B hall & hall east 
&west of A & B hall

Painting

Holmes Rd El (2343) 3A restripe parking lots 11/13/13 parking lots Painting

Holmes Rd El (2343) 3A ROACHES  THRU OUT 
THE BDLG .SBE WRIGHT 
416-6469

7/24/13 Painting

Holmes Rd El (2343) 3A Paint classrooms, rusty 
metal pieces are visible, 
paint peeling

7/26/13 A153, 156, 151 Painting

Holmes Rd El (2343) 3A repair wall  with sheet 
rock/ wall needs painting

8/2/13 1st Floor Scince Lab Painting

Holmes Rd El (2343) 3A Paint peeling from the 
walls, paint room #127, 
138

8/20/13 Pre K Hall Painting

Holmes Rd El (2343) 3A repair and paint the wall 
and stage as needed

9/14/13 multi purpose rm and by 
stage

Painting

Holmes Rd El (2343) 3A GRAFFITI IN G/RR BY 
PLANT MGR OFFICE & 
B/RR-G/RR IN B-HALL
PLANT MGR-
WRIGHT/833.6642

9/23/13 Painting



Holmes Rd El (2343) 3A Paint the boys and girls 
restrooms on A and B hall 
(walls and stalls)

1/9/14 A and B hall restrooms Painting

Holmes Rd El (2343) 3A paint walls by hanksinks 
and drinking fountain by A 
and B hall

1/15/14 by A and B hall Painting

Holmes Rd El (2343) 3A A/C CAFE-LEAKING-
PLANT MGR REED KLR

6/3/14 Plumbing

Holmes Rd El (2343) 3A A/C RM 157-LEAKING-
PLANT MGR REED KLR

6/4/14 Plumbing

Holmes Rd El (2343) 3A  hallway A hall water 
fountain is leaking water 
on floor  in the process of 
waxing floors leaking very 
bad thanks for helping int 
his matter

6/26/14 Plumbing

Holmes Rd El (2343) 3A Remount facuet to the 
hand sink

4/16/14 Guidance  area Men R/R Plumbing

Holmes Rd El (2343) 3A Water cooler leaking 4/16/14 hall by big kitchen Plumbing

Holmes Rd El (2343) 3A Hand sink in eating area, 
leaking water from the 
handle

4/16/14 Cafeteria Plumbing

Holmes Rd El (2343) 3A toilet set needs replace 8/1/13 1st Floor Rm#139 Plumbing



Holmes Rd El (2343) 3A UNIT IN RM 151 IS 
LEAKING./ SBE WRIGHT 
416-6469

7/17/13 Plumbing

Holmes Rd El (2343) 3A Two commode sit are 
loose one missing in boys 
restroom, three commode 
sit are missing in girls 
restroom, the water 
fountain by the boys does 
not work and the water 
fountain by the girls water 

7/17/13 boys & girls RR by plant 
manger office

Plumbing

Holmes Rd El (2343) 3A leaking water from 
commode pipes when they 
are flush, there are some 
commode sit are loose in 
both restroom

7/17/13 boys & girls rr by custodial 
closet 130J 

Plumbing

Holmes Rd El (2343) 3A Water fountain by boys & 
girls restroom the 
compressors does not 
come on, the water is not 
cold

7/17/13 by girls & boys rr by 
custodial closet 130J

Plumbing

Holmes Rd El (2343) 3A The boys and girls 
restroom has missing and 
loose commode sits, repair 
water fountains by girls & 
boys restroom,broken and 
missing handle, leaking 
water etc.

7/17/13 by custodial closet A113                         Plumbing

Holmes Rd El (2343) 3A AHU IS LEAKING WATER 
IN CAFE (NO ID).

SBE-WRIGHT/230-2416

7/19/13 Plumbing

Holmes Rd El (2343) 3A EXPANSION TANK 
LEAKING-PLANT MGR 
WRIGHT KLR

10/28/13 Plumbing

Holmes Rd El (2343) 3A      back flow test 10/28/13 Plumbing

Holmes Rd El (2343) 3A PUMP ON BOILER-2 
LEAKING & COOLING 
TOWER OVERFLOWING-
PLANT MGR WRIGHT 
KLR

10/31/13 Plumbing



Holmes Rd El (2343) 3A Men & Ladies toitets are 
stop up--URGENT--

11/6/13 T. lounge 141 Pre k hall Plumbing

Holmes Rd El (2343) 3A PUMP TO WATER LINE 
MECH RM PER SBE-
LEAKING-PLANT MGR 
WRIGHT 416-6469 KLR

11/8/13 Plumbing

Holmes Rd El (2343) 3A MAKE-UP WATER TO 
REGULATOR MECH RM-
LEAKING PER SBE-
PLANT MGR WRIGHT 
KLR

11/11/13 Plumbing

Holmes Rd El (2343) 3A 3 compartment sink near 
back door leaking facuet 
and tighten hand basin 
sink near bath room

11/12/13 Cafeteria Plumbing

Holmes Rd El (2343) 3A FCU IS LEAKING WATER 
IN MULTI PURPOSE(195)
PLANT MGR-
MAFARLAND/416.

8/2/13 Plumbing

Holmes Rd El (2343) 3A       test back flow . 8/5/13 Plumbing

Holmes Rd El (2343) 3A women restroom 
commode set needs 
replace

8/6/13 1st Floor main office Plumbing

Holmes Rd El (2343) 3A 1st Grade Hallway leaking 
when flushing

8/9/13 1st Floor Boys restroom Plumbing

Holmes Rd El (2343) 3A PUMP#4 & MAIN WATER 
CUT OFF VALVE ARE 
LEAKING WATER IN 
BOILER RM
PLANT MGR-
WRIGHT/833.6642

12/2/13 Plumbing



Holmes Rd El (2343) 3A Replace toilet seat men 
and ladies restroom

8/13/13 room #132 Plumbing

Holmes Rd El (2343) 3A COMMODE B RR 
KINDERGARTEN HALL 
ACROSS FROM 
TEACHER'S LOUNGE-
CONSTANTLY LEAKING 
FROM BOTTOM, CAN'T 
CONTAIN OR CUT OFF-
SBE WRIGHT 416-6469 

8/20/13 Plumbing

Holmes Rd El (2343) 3A Hand sink behind serving 
line is leaking

8/20/13 Kitchen Plumbing

Holmes Rd El (2343) 3A CEILING UNIT IS 
LEAKING WATER IN  RM-
151
PLANT MGR-
WRIGHT/833.6642

11/14/13 Plumbing

Holmes Rd El (2343) 3A A hall the hand sink is 
leaking causing slippery 
floor per Mr. Wright 230-
2416

9/27/13 Plumbing

Holmes Rd El (2343) 3A second stall in boys 
restroom, water still sits on 
the floor, toilet leaking--
URGENT--

9/4/13 Pre k hall by T. lounge 
rm141

Plumbing

Holmes Rd El (2343) 3A water fountain sprout has 
broken off, water shoots all 
over floor when botton is 
push

9/6/13 Pre k hall by boys r/r Plumbing

Holmes Rd El (2343) 3A Hand sink needs a strainer 2/11/14 hand sink by boys r/r B-
hall

Plumbing

Holmes Rd El (2343) 3A SEWAGE BACK UP IN 
MAIN OFFICE/RR
PLANT MGR-
WRIGHT/833.6642

3/7/14 Plumbing



Holmes Rd El (2343) 3A GARBAGE DISPOSAL IS 
STOPPED UP.
PLANT MGR-
WRIGHT/833.6642

1/23/14 Plumbing

Holmes Rd El (2343) 3A Toilet will not stop flushing 2/6/14 Pre k hall rm 127 Plumbing

Holmes Rd El (2343) 3A The strainer is missing, 
causing the water to go 
every where when in use

2/6/14 handsink by S.B.E. office Plumbing

Holmes Rd El (2343) 3A DISPOSAL KITCHEN 
AREA-STOPPED UP-
PLANT MGR WRIGHT 
KLR

11/15/13 Plumbing

Holmes Rd El (2343) 3A A pipe busted connect to 
the hot water in the 
custodial closet--A hall      
URGENT

12/13/13 A-hall  custodial closet Plumbing

Holmes Rd El (2343) 3A PUMP-3 MECH RM-
LEAKING-PLANT MGR 
WRIGHT KLR

12/17/13 Plumbing

Holmes Rd El (2343) 3A POP OFF VALVE IS 
LEAKING WATER IN 
BOILER RM.
PLANT MGR-
WRIGHT/833.6642

12/19/13 Plumbing

Holmes Rd El (2343) 3A Toilet will not stop flushing 1/16/14 B- hall Plumbing

Holmes Rd El (2343) 3A Repair roof leak in 
room#151, 156

7/29/13 room#156, 151 Roof



Holmes Rd El (2343) 3A repair step on stage 9/26/13 Sheet Metal

Holmes Rd El (2343) 3A Repair as needed by the 
stage and wall

7/29/13 multi-purpose room Sheet Metal

Holmes Rd El (2343) 3A Replace mop sink drain 
with smaller strainer to 
prevent back flow

10/1/13 Kitchen Sheet Metal

Holmes Rd El (2343) 3A Install stainless steel 
backsplash above pot sink 
in dish room. Remove 
possibility of mold growth.

10/21/13 Kitchen Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Kirby Sr (2379) 3B 6 4 121 213 56 21 145 27 10 603
Grand Total 6 4 121 213 56 21 145 27 10 603



Location Request Description Submittal Date Area Description Area Number Craft
Kirby Sr (2379) 3B please replace missing 

floor tile on ramp.
12/19/13 Hallway/Corridor By Cafeteria Asbestos

Kirby Sr (2379) 3B AMG sited in classroom A-
309

1/9/14 Classroom A -odd-#309 Asbestos

Kirby Sr (2379) 3B request (soft)ceiling tile for 
halls and classrooms 
replacement.need (#24ec.)

12/4/13 Hallway/Corridor A_B_C-halls Asbestos

Kirby Sr (2379) 3B gym floor needs refinished 11/21/13 Auxiliary Gym new gym(floor) Asbestos

Kirby Sr (2379) 3B Possible AMG on 
classroom walls.

10/11/13 Classroom A109 Asbestos

Kirby Sr (2379) 3B AMG sited in rm.A-101 9/30/13 Administration Area A-101(parent/conference 
rm.)

Asbestos

Kirby Sr (2379) 3B computer drop does not 
work in classroom

10/24/13 Classroom A109(computer drop) Cabling

Kirby Sr (2379) 3B unable to use internet due 
to wi-fi systen broke

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

2/3/14 Auxiliary Gym front gym Cabling



Kirby Sr (2379) 3B install mount on wall for 
flat screen+

(SCS Network Cabling and 
Electronics dept. does not 
support this type of 
request -- “Please See 
Journal Note”) 

12/23/13 Administration Area main office(T.V.mounted) Cabling

Kirby Sr (2379) 3B install flat screen t.v. on 
wall in main office

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

1/15/14 Administration Area main office Cabling

Kirby Sr (2379) 3B WINDOW DOOR 
BROKEN IN RM-A306 
PLANT MGR-
SHIELDS/416.2960

12/12/13 Carpentry

Kirby Sr (2379) 3B please repair cylinder on 
door will not open.

12/2/13 Gym old gym Carpentry

Kirby Sr (2379) 3B FRONT ENTRY DOOR, 
CANT SECURE 
PLANT MGR-
SHIELDS/416.1960

12/4/13 Carpentry

Kirby Sr (2379) 3B door scrubbing floor 12/4/13 Classroom C138(door) Carpentry

Kirby Sr (2379) 3B hindge broke on door 12/10/13 Classroom C129(door) Carpentry

Kirby Sr (2379) 3B door difficult to unlock 12/10/13 Classroom C-135(door) Carpentry

Kirby Sr (2379) 3B door handle broke on exit 
door.unable to enter 
building.

10/18/13 Hallway/Corridor B-hall-exit door leading to 
portable#5(door handle

Carpentry



Kirby Sr (2379) 3B Please put hooks on door 
to install chain to secure .

10/23/13 Hallway/Corridor ramp by short A hall Carpentry

Kirby Sr (2379) 3B door hardware needs 
repaired

10/24/13 Library library(door) Carpentry

Kirby Sr (2379) 3B please replace missing 
floor tile.

10/25/13 Hallway/Corridor C-Hall in front of C-129 Carpentry

Kirby Sr (2379) 3B please replace missing 
floor tile.

10/25/13 Hallway/Corridor B-Hall by water fountain Carpentry

Kirby Sr (2379) 3B repair board to ramp 11/1/13 Portables portable ramp to #4&5 Carpentry

Kirby Sr (2379) 3B replace broken tile in 
portable#5

11/5/13 Portables portable(#5)-tile Carpentry

Kirby Sr (2379) 3B door difficult to open and 
close

11/13/13 Classroom A-111(door) Carpentry

Kirby Sr (2379) 3B door difficult to open and 
close

11/13/13 Administration Area C-125(door) Carpentry

Kirby Sr (2379) 3B repair door(door still can 
open when locked)needs 
to be secured

11/13/13 Administration Area C-127(facilitator) Carpentry



Kirby Sr (2379) 3B please repair broken stall 
door.

11/18/13 Restroom (Girls) by B-411 women rm. Carpentry

Kirby Sr (2379) 3B replace panic bar(cylinder 
broke)key does not work

11/20/13 Hallway/Corridor exit door(next to B406) Carpentry

Kirby Sr (2379) 3B ENTRANCE NEXT TO 
CONCESSION STAND-
HANDLE BROKE OFF-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
SHIELDS 416-1960 KLR

11/20/13 Carpentry

Kirby Sr (2379) 3B custodial supply closet 
door hinges broke

11/20/13 Custodial Closet A-hall(across from A312) Carpentry

Kirby Sr (2379) 3B need projector screen 
anchored on wall

11/20/13 Classroom A-301 Carpentry

Kirby Sr (2379) 3B Please put hooks on doors 
to install chain to secure. 
per principal's request.

11/20/13 Hallway/Corridor by new gym Carpentry

Kirby Sr (2379) 3B repair door (difficult to 
open and close)

11/21/13 Administration Area C-125(asst.principal office) Carpentry

Kirby Sr (2379) 3B repair safty cuison on both 
basketball goal
                                                           
referee request

11/21/13 Auxiliary Gym new gym Carpentry

Kirby Sr (2379) 3B Please repair frame on 
door not closing good.

11/22/13 Gym old gym Carpentry



Kirby Sr (2379) 3B install padding to 
basketball back board

11/26/13 Auxiliary Gym new gym(back board 
padding)

Carpentry

Kirby Sr (2379) 3B door off of hinges/door 
closure broke

7/16/13 Auxiliary Gym exitdoor(outside of gym) Carpentry

Kirby Sr (2379) 3B panic bars need replace 
on doors

7/23/13 Hallway/Corridor Bhall panic bars(leading to 
ROTC)

Carpentry

Kirby Sr (2379) 3B panic bar needs  repaired 7/23/13 Hallway/Corridor exit door(outside New 
gym)

Carpentry

Kirby Sr (2379) 3B please replace missing 
baseboard.

7/26/13 Hallway/Corridor by cafeteria Carpentry

Kirby Sr (2379) 3B door closure need 
adjustment no closing.

7/26/13 Administration Area attendance office Carpentry

Kirby Sr (2379) 3B Please repair lock on boy's 
restroom door.

7/3/13 Restroom (Boys) near concession stand Carpentry

Kirby Sr (2379) 3B Please repair broken hinge 
on door.

7/3/13 Hallway/Corridor behind new Gym Carpentry

Kirby Sr (2379) 3B panic bar broke 10/14/13 Hallway/Corridor hall leading to auditorium Carpentry



Kirby Sr (2379) 3B repair door (difficult to 
open)

10/14/13 Administration Area  a-odd-work room(across 
fromA-111) 

Carpentry

Kirby Sr (2379) 3B repair door (very difficult to 
open and close,also lock 
and unlock)

8/13/13 Classroom A301(cl.rm.door) Carpentry

Kirby Sr (2379) 3B EXIT WINDOW DOOR IS 
LOOSE LEADING TO 
PORTABLES, CANT 
SECURE
PLANT MGR-
SHIELDS/416.1960

8/13/13 Carpentry

Kirby Sr (2379) 3B repair door(very difficult to 
open and close

8/15/13 Restroom (Girls) band room(B416girls r.r. ) Carpentry

Kirby Sr (2379) 3B door  jam(will not 
open)need to get inventory 
equipment out

8/16/13 Classroom 409c(inside ROTC) Carpentry

Kirby Sr (2379) 3B door needs repaired(door 
can't open all the way)

8/20/13 Classroom B404(door) Carpentry

Kirby Sr (2379) 3B replace ramp 8/20/13 Portables outside portables( 
156&157)ramp            

Carpentry

Kirby Sr (2379) 3B the gate on the baseball 
field needs to be replaced.

8/21/13 Grounds baseball field Carpentry

Kirby Sr (2379) 3B please replace a total of 6 
broken windows,also 
replace the door & door 
frame on the press box.

8/21/13 Grounds baseball field Carpentry



Kirby Sr (2379) 3B replace view window in 
door

8/22/13 Classroom A102(view window) Carpentry

Kirby Sr (2379) 3B repair and secure 
marquee with lock

8/26/13 Grounds 2nd.entrance 
drive(marquee)

Carpentry

Kirby Sr (2379) 3B adjust door closure(door 
will not close completly)

8/27/13 Administration Area attendance entrance 
door(door closure)

Carpentry

Kirby Sr (2379) 3B Please repair broken door 
handle.

8/30/13 Auditorium by gym Carpentry

Kirby Sr (2379) 3B handle broke on 
auditorium door

9/3/13 Auditorium auditorium entrance 
door(handle)

Carpentry

Kirby Sr (2379) 3B remove wood from  broken 
ramp, 

9/3/13 Grounds outside 
portable156(broken ramp)

Carpentry

Kirby Sr (2379) 3B access ladder to roof 
coming detach from wall

9/6/13 Mechanical Room roof access ladder Carpentry

Kirby Sr (2379) 3B panic bar broke 9/9/13 Hallway/Corridor door leading from C-hall to 
B-hall(panic bar)

Carpentry

Kirby Sr (2379) 3B please repair door to 
coach office door won't 
lock.

9/10/13 Gym old gym Carpentry



Kirby Sr (2379) 3B please board wall up by 
dryer.

9/11/13 Cafeteria inside kitchen Carpentry

Kirby Sr (2379) 3B please repair broken stall 
door.

9/12/13 Gym football locker rm. Carpentry

Kirby Sr (2379) 3B Please replace missing 
baseboard in gym.

9/12/13 Gym new gym Carpentry

Kirby Sr (2379) 3B please in repair door frame 
on portable & add padlock 
& plate to portable.

9/15/13 Portables portable 117 Carpentry

Kirby Sr (2379) 3B ceiling bracket need 
repair(coming detatch from 
ceiling)

9/17/13 Cafeteria cafeteria(near west 
entrance-ceiling bracket)

Carpentry

Kirby Sr (2379) 3B repair door to severing line 
entrance

9/23/13 Cafeteria severing line entrance 
door

Carpentry

Kirby Sr (2379) 3B repair door frame around 
window

9/24/13 Auxiliary Gym old gym(entrance door) Carpentry

Kirby Sr (2379) 3B repair door(will not open 
completely)

9/25/13 C-138(door) Carpentry

Kirby Sr (2379) 3B please secure mailbox 9/27/13 Administration Area outside 
admin.entrance(school 
mail box)

Carpentry



Kirby Sr (2379) 3B cann't secure entrance 
doors due to children 
pulling until the door 
is open

9/27/13 Auditorium auditorium(entrance door) Carpentry

Kirby Sr (2379) 3B window and frame outside 
of room C132 is broken 
per Jo Shields 416-1960

9/30/13 Carpentry

Kirby Sr (2379) 3B DOOR CLOSURE IS 
BROKE, CANT SECURE 
IN B-EXIT HALL
PLANT MGR-
SHIELDS/690.2515

10/1/13 Carpentry

Kirby Sr (2379) 3B Please replace missing 
baseboard.

10/1/13 Classroom B-406 Carpentry

Kirby Sr (2379) 3B kitchen cabinet broke 4/16/14 Classroom A309 (cabinet sink) Carpentry

Kirby Sr (2379) 3B repair lock(difficult to 
unlock)

6/25/14 Classroom A-111(doorlock)) Carpentry

Kirby Sr (2379) 3B Back door of the Gym 
needs repair.

4/24/14 Gym Old Gym Carpentry

Kirby Sr (2379) 3B repair door 
hardware(difficult to lock or 
unlock)

4/28/14 Classroom B-416-(band door) Carpentry

Kirby Sr (2379) 3B DOOR KNOB BROKE, 
CAN'T SECURE IN RM-
B405. 
PLANT MGR-
SHIELDS/416.1960

4/29/14 Carpentry



Kirby Sr (2379) 3B need (4) pull handle 
installed on locker room 
doors

4/29/14 Auxiliary Gym girls locker room(door) Carpentry

Kirby Sr (2379) 3B secure window in door 4/30/14 Hallway/Corridor corridor door(leading to 
courtyard)

Carpentry

Kirby Sr (2379) 3B door closure broke 5/5/14 Auxiliary Gym front gym(door) Carpentry

Kirby Sr (2379) 3B repair gate 5/5/14 Grounds gate(next to baseball field) Carpentry

Kirby Sr (2379) 3B door jam (can't open)   -
double door-

5/9/14 Auxiliary Gym back gym(entrance door) Carpentry

Kirby Sr (2379) 3B repair step to portable(3) 5/13/14 Portables portable(3 steps) Carpentry

Kirby Sr (2379) 3B door closure broke 5/16/14 Hallway/Corridor double hall(C-hall leading 
to A-hall)

Carpentry

Kirby Sr (2379) 3B install deadbolt lock on 
exterior door

5/20/14 Auxiliary Gym back gym(exit doors) Carpentry

Kirby Sr (2379) 3B adjust door closure(door 
not secure)

5/29/14 Administration Area attendance entrance 
door(door closure)

Carpentry



Kirby Sr (2379) 3B hinges coming detach 
from door

5/29/14 Administration Area C-125(door) Carpentry

Kirby Sr (2379) 3B cabinets need repair or 
replace(deteriorating)

6/9/14 Classroom A-307(cabinet Carpentry

Kirby Sr (2379) 3B pantic bar broke 3/19/14 Hallway/Corridor exit door(next to B-402) Carpentry

Kirby Sr (2379) 3B pipes needs welded in 
baseball cage

3/19/14 Athletic Field baseball batting cage Carpentry

Kirby Sr (2379) 3B Baseball Field - Welder to 
weld pipe at bottom of 
fence- on batting cage

3/19/14 Carpentry

Kirby Sr (2379) 3B Window need repair. 3/19/14 Classroom           C 134 Carpentry

Kirby Sr (2379) 3B Repair ceiling that has 
fallen in due to break in.

3/20/14 Carpentry

Kirby Sr (2379) 3B replace broken window on 
ramp (due to break-in)

3/20/14 Hallway/Corridor ramp window(leading to 
cafeteria)

Carpentry

Kirby Sr (2379) 3B install lock to inner door 3/20/14 Classroom B-417(inner door) Carpentry



Kirby Sr (2379) 3B repair door lock(due to 
vandalizem)

3/20/14 Classroom B-413 Carpentry

Kirby Sr (2379) 3B repair door(due to 
vandalism)

3/20/14 Classroom B-408(door) Carpentry

Kirby Sr (2379) 3B reseal window frame on 
exit door

3/20/14 Hallway/Corridor A-even hall exit door(next 
to a316)

Carpentry

Kirby Sr (2379) 3B latch not catching on gate 3/26/14 Grounds front entrance gate Carpentry

Kirby Sr (2379) 3B Replace door knob and 
lock on pipe chase in boys 
locker room.

4/2/14 Carpentry

Kirby Sr (2379) 3B door closure broke 4/9/14 Auxiliary Gym back( gym door) Carpentry

Kirby Sr (2379) 3B 3 Ceiling Tiles need 
placeing.

4/9/14 Auxiliary Gym New Gym Carpentry

Kirby Sr (2379) 3B Ceiling Tiles need 
replaceing.

4/9/14 Hallway/Corridor By Cafeteria Carpentry

Kirby Sr (2379) 3B Ceiling Tiles need 
replaceing.

4/9/14 Hallway/Corridor By Main Office Carpentry



Kirby Sr (2379) 3B Window need repair. 4/10/14 Classroom C hall        134 Carpentry

Kirby Sr (2379) 3B install padding to 
basketball back board

1/21/14 Auxiliary Gym new gym(basketball back 
board)

Carpentry

Kirby Sr (2379) 3B door needs repaired 
(difficult to open and close)

1/21/14 Auditorium closet door(next to band 
rm.#b416)

Carpentry

Kirby Sr (2379) 3B broken tile 1/22/14 Hallway/Corridor outside cl.rm.#C129 Carpentry

Kirby Sr (2379) 3B WINDOW DOOR HAS 
BEEN BROKEN IN B-
HALL.
PLANT MGR-
SHIELDS/416.1960

1/24/14 Carpentry

Kirby Sr (2379) 3B Repair door to restroom in 
the attendance office. 

1/31/14 Carpentry

Kirby Sr (2379) 3B Door is not locking need 
repairing.

2/5/14 Auditorium Side door Carpentry

Kirby Sr (2379) 3B per jo shields 416-1960 
the exit door in front of the 
attendance office panic 
bar needs replacing can't 
secure

2/11/14 Carpentry

Kirby Sr (2379) 3B replace panic bar(broke) 1/9/14 Cafeteria entrance to cafeteria Carpentry



Kirby Sr (2379) 3B broken tile at front 
entrance door

1/10/14 Administration Area entrance to main office Carpentry

Kirby Sr (2379) 3B broken tile 1/10/14 Cafeteria exit door (next to severing 
line)

Carpentry

Kirby Sr (2379) 3B EXIT DOOR CANT 
SECURE IN B-HALL 
NEXT TO RM-B405
PLANT MGR-
SHIELDS/416.1960

1/15/14 Carpentry

Kirby Sr (2379) 3B replace hardware on door 2/18/14 Auditorium door leading to stage Carpentry

Kirby Sr (2379) 3B repair entrance door to 
snack room(can't lock)

2/19/14 Cafeteria door to snack room Carpentry

Kirby Sr (2379) 3B per ms shields 4161960 
exit door by concession 
cannot be secured panic 
bar broken

2/20/14 Carpentry

Kirby Sr (2379) 3B Provide 8 sheets 4x8x1/2 
in. Plywood for windows 
concession stand Kirby 
High Baseball field

2/20/14 Carpentry

Kirby Sr (2379) 3B REAR ENTRANCE DOOR 
TO BLDG-LATCH IS 
STUCK-WON'T BE ABLE 
TO SECURE-PLANT MGR 
McFARLANE 416-1990 
KLR

2/25/14 Carpentry

Kirby Sr (2379) 3B Door need to be secured 
Students are constantly 
braking in. 

2/27/14 Auditorium B 415 Carpentry



Kirby Sr (2379) 3B per mcfarlane 416-9947 
the concession stand by 
gym the gate is broken 
and children are going in 
there taking things

2/28/14 Carpentry

Kirby Sr (2379) 3B replace (1) door to dug out 10/16/13 Athletic Field baseball field (dug out) Carpentry

Kirby Sr (2379) 3B please replace missing 
floor tile on ramp.

10/7/13 Hallway/Corridor By Cafeteria Carpentry

Kirby Sr (2379) 3B Ceiling need repair. 4/10/14 Hallway/Corridor By Main Office Carpentry

Kirby Sr (2379) 3B repair fence at front 
entrance of baseball field

10/3/13 Athletic Field front entrance of baseball 
fence

Carpentry

Kirby Sr (2379) 3B 5 holes in the wall need 
repair.

4/15/14 Classroom  B Hall    415 Carpentry

Kirby Sr (2379) 3B bad ballast in hall outside 
of classroom #A202

12/16/13 Hallway/Corridor outside of cl.rm.#A-
202(ballast)

Electrical

Kirby Sr (2379) 3B HEATING UNIT RM A309-
ON/OFF SWITCH 
BROKEN-PLANT MGR 
SHIELDS 416-1960 KLR

1/7/14 Electrical

Kirby Sr (2379) 3B need (3) cases of bulbs 
:f32t8/adv841/xll28 watt

1/8/14 Custodial A-even  classroom Electrical



Kirby Sr (2379) 3B main office breaker keeps 
tripping per Jo Shields 416-
1960

12/9/13 Electrical

Kirby Sr (2379) 3B bad ballast. 12/11/13 Administration Area main office Electrical

Kirby Sr (2379) 3B muiltiple bulbs through-out 
auditorium

10/23/13 Auditorium auditorium(lights) Electrical

Kirby Sr (2379) 3B please replace missing 
light fixture.

10/25/13 Grounds outside C-Hall north Electrical

Kirby Sr (2379) 3B please send 5 cases of 
florecent light bulb.

10/29/13 Administration Area SBE office Electrical

Kirby Sr (2379) 3B FIRE ALARM SYSTEM-
SHOWING TROUBLE-
PLANT MGR SHIELDS 
416-1960 KLR

10/31/13 Electrical

Kirby Sr (2379) 3B Install new wall packs 
around building.

11/4/13 Electrical

Kirby Sr (2379) 3B Repair 2 light poles in curb 
lane next to Sonic.

11/13/13 Electrical

Kirby Sr (2379) 3B prong broke in outlet 11/14/13 Classroom C-124(prong) Electrical



Kirby Sr (2379) 3B please replace 2 bad 
ballast.

11/18/13 Classroom A-305 Electrical

Kirby Sr (2379) 3B please replace 3 bad 
ballast.

11/18/13 Classroom A-307 Electrical

Kirby Sr (2379) 3B bad ballast. 11/20/13 Classroom A-111 Electrical

Kirby Sr (2379) 3B exit light broke 11/21/13 Hallway/Corridor corridor(across fromA-300) Electrical

Kirby Sr (2379) 3B light switch broken. 11/21/13 Hallway/Corridor by new gym Electrical

Kirby Sr (2379) 3B Dirty smoke detector is 
keeping smoke doors from 
working, per Plant 
Manager

11/22/13 Electrical

Kirby Sr (2379) 3B library need (1)light fixture 
cover replacment

7/16/13 Library Electrical

Kirby Sr (2379) 3B reciptical need repaired 7/18/13 Hallway/Corridor C-hall-
outsidecl.rm.C135(reciptic
al)

Electrical

Kirby Sr (2379) 3B RTU NOT COMING ON IN 
RM-314A.
SBE-SHIELDS/416-9958

7/18/13 Electrical



Kirby Sr (2379) 3B light switch broke 7/19/13 Classroom A-202(light switch) Electrical

Kirby Sr (2379) 3B RTU NOT COMING ON IN 
RM-A116.
SBE-SHIELDS/416-1960

7/23/13 Electrical

Kirby Sr (2379) 3B light switch cover needs 
rplaced

7/23/13 Hallway/Corridor outside of band room 
(416)

Electrical

Kirby Sr (2379) 3B EXPOSE WIRES 
COMING FROM UNIT A-
HALL.
SBE-SHIELDS/416-1960

7/23/13 Electrical

Kirby Sr (2379) 3B bad ballast 7/24/13 Classroom C131(ballast) Electrical

Kirby Sr (2379) 3B bad ballast@(2) 7/24/13 Classroom C136(ballast) Electrical

Kirby Sr (2379) 3B bad ballast 7/24/13 Classroom C138(ballast) Electrical

Kirby Sr (2379) 3B bad ballast 7/24/13 Classroom C-124(ballast) Electrical

Kirby Sr (2379) 3B bad ballast 7/24/13 Classroom C-122(ballast) Electrical



Kirby Sr (2379) 3B bad ballast@4 7/24/13 Classroom C-119(ballast) Electrical

Kirby Sr (2379) 3B pole lights out@5 7/24/13 Parking Lot behind band room pole 
lights)

Electrical

Kirby Sr (2379) 3B Lights out on parking lot in 
front of attendance office.

7/25/13 Parking Lot in front of attendance 
office

Electrical

Kirby Sr (2379) 3B lights not working. 7/26/13 Grounds by portables Electrical

Kirby Sr (2379) 3B please install a cover plate 
on receptacle.

7/26/13 Administration Area entry of A hall Electrical

Kirby Sr (2379) 3B please install a cover plate 
for light switch.

7/29/13 Restroom (Boys) south hall by custodial 
closet

Electrical

Kirby Sr (2379) 3B repair recipital that service 
main freezer(next to 
manger office)

7/29/13 Kitchen kitchen(next to manger 
office)recipital

Electrical

Kirby Sr (2379) 3B put blank cover on all 
recipitals

7/30/13 Restroom (Girls) All -A-hall girls restroom Electrical

Kirby Sr (2379) 3B repair recipital in 
hall(outside cl.rm.C-135)

7/31/13 Hallway/Corridor hall recipital(outside 
cl.rm.#C-135)

Electrical



Kirby Sr (2379) 3B please replace receptale in 
classroom. 

7/31/13 1st Floor A202 Electrical

Kirby Sr (2379) 3B Please install a cover on 
pull station.

7/5/13 1st Floor by rm. C-122A Electrical

Kirby Sr (2379) 3B Bad ballast. 7/10/13 Administration Area Conference Rm. Electrical

Kirby Sr (2379) 3B Please install pull station 
cover in old gym.

7/10/13 Gym Old Gym Electrical

Kirby Sr (2379) 3B Please repair or install 
light fixture that is hanging.

7/11/13 1st Floor outside C-hall south Electrical

Kirby Sr (2379) 3B please repair the computer 
receptacle in both 
classroom.

8/2/13 1st Floor C123 & C129 Electrical

Kirby Sr (2379) 3B bad ballast 8/5/13 Classroom A-312(ballast) Electrical

Kirby Sr (2379) 3B Bad ballast. 8/6/13 Administration Area Truancy office Electrical

Kirby Sr (2379) 3B Fire alarm is in trouble 
mode and all of the 
magnetic doors have 
closed per Ms. Jo Shields  
416-1960

10/4/13 Electrical



Kirby Sr (2379) 3B classroom has 6 bad 
ballast.

10/7/13 Classroom B-411 Electrical

Kirby Sr (2379) 3B each room has a bad 
ballast

10/7/13 Classroom B415A&B Electrical

Kirby Sr (2379) 3B bad ballast 10/7/13 Classroom B403 Electrical

Kirby Sr (2379) 3B bad ballast 10/7/13 Hallway/Corridor by  rm. B403 Electrical

Kirby Sr (2379) 3B Classroom has 2 bad 
ballast.

10/10/13 Classroom B401 Electrical

Kirby Sr (2379) 3B door not holding 10/14/13 Hallway/Corridor door- leading into (B)hall Electrical

Kirby Sr (2379) 3B ballast out in both light 
fixtures (No Light)

10/16/13 Administration Area attendance office(rm.#3) Electrical

Kirby Sr (2379) 3B bad ballast 10/16/13 Administration Area attendance office(records) Electrical

Kirby Sr (2379) 3B bad ballast 8/9/13 Hallway/Corridor hall-outside cl.rm.#A-306 Electrical



Kirby Sr (2379) 3B no outside lights outside 8/12/13 Administration Area outside attendance 
office(light)

Electrical

Kirby Sr (2379) 3B bad ballast 8/12/13 Administration Area A117b 
asst.principal(storage rm.)

Electrical

Kirby Sr (2379) 3B bad ballast for 
fixture:fb032/84/6 bulb 
octron4100k-slvania32w

8/12/13 Administration Area attendance office(girls 
nurse off.)

Electrical

Kirby Sr (2379) 3B bad ballast for fixture 
fb032/841/6

8/12/13 Administration Area attendance(truancy office) Electrical

Kirby Sr (2379) 3B bad ballast. 8/12/13 Gym footlall locker rm Electrical

Kirby Sr (2379) 3B bad ballast. 8/12/13 Gym boy's basketball locker rm. Electrical

Kirby Sr (2379) 3B fire alarm trouble can't 
reset

8/13/13 Electrical

Kirby Sr (2379) 3B A/C IN FOOTBALL 
LOCKER RM-NOT 
COMING ON-SBE 
SHIELDS 416-1960 KLR

8/13/13 Electrical

Kirby Sr (2379) 3B replace computer 
receptacle(making loud 
noise)

8/13/13 Classroom A212(computer 
receptacle)

Electrical



Kirby Sr (2379) 3B need(24)200 watts lighe 
bulbs for football  locker 
room(no light bulbs on site

8/13/13 Gym football locker rm(shower)-
bulbs

Electrical

Kirby Sr (2379) 3B bad ballast. 8/13/13 1st Floor C125 Electrical

Kirby Sr (2379) 3B Unable to reset fire alarm 
after fire drill.

8/14/13 Electrical

Kirby Sr (2379) 3B repair receptacle in hall 
next to classroom A-101

8/14/13 Administration Area hall(outside attendance 
office)

Electrical

Kirby Sr (2379) 3B repair receptacle in hall 
across from classroom#A-
108

8/14/13 Hallway/Corridor hall( across from 
cl.rm.#A108)

Electrical

Kirby Sr (2379) 3B repair computer receptacle 8/15/13 Classroom A-205(receptacle) Electrical

Kirby Sr (2379) 3B Section of lights are out in 
the kitchen per Ms. 
Shields 416-1960

8/16/13 Electrical

Kirby Sr (2379) 3B bad ballast. 8/19/13 Kitchen serving line & dishwasher Electrical

Kirby Sr (2379) 3B new gym have 6 bulbs out. 8/19/13 Gym new gym Electrical



Kirby Sr (2379) 3B bad ballast 8/21/13 Classroom A303-cosmetology(ballast) Electrical

Kirby Sr (2379) 3B bad ballast 8/21/13 Classroom B409-ROTC(bad ballast) Electrical

Kirby Sr (2379) 3B bad ballast in storage. 8/21/13 1st Floor A317 Electrical

Kirby Sr (2379) 3B Bad ballast. 8/21/13 1st Floor A111 Electrical

Kirby Sr (2379) 3B install wall light on outside 
of building(very dark all 
around front of building,not 
safe)

8/23/13 Administration Area outside administration 
area(wall light) 

Electrical

Kirby Sr (2379) 3B Electrical smell in Room 
A317 per Jo Shields 416-
1960

8/26/13 Electrical

Kirby Sr (2379) 3B swamp fans do not work in 
greenhouse

8/26/13 Classroom A-316(greenhouse swamp 
fans)

Electrical

Kirby Sr (2379) 3B wall light out 8/27/13 Hallway/Corridor outside A-odd hallexit 
door(wall light)

Electrical

Kirby Sr (2379) 3B FOOTBALL LOCKER RM 
RTU KEEPS SHUTTING 
OFF
PLANT MGR-
SHILEDS/416.1960

8/27/13 Electrical



Kirby Sr (2379) 3B light fixture need repaired 8/27/13 Hallway/Corridor hall-leading out of C into 
A(light fixture)

Electrical

Kirby Sr (2379) 3B Replace broken switch on 
ac unit.

8/29/13 Electrical

Kirby Sr (2379) 3B bad ballast. 8/29/13 Classroom A101 Electrical

Kirby Sr (2379) 3B repace AC switch to fcu-
287-118

8/30/13 Classroom A-116(AC-switch) Electrical

Kirby Sr (2379) 3B light switch cover broke 8/30/13 Restroom (Girls) A-even g.r.r.light switch 
cover broke

Electrical

Kirby Sr (2379) 3B Floor receptaleis arcing 
not in use.

8/30/13 Kitchen by cafeteria Electrical

Kirby Sr (2379) 3B bad ballast. 9/3/13 Hallway/Corridor by auditorium Electrical

Kirby Sr (2379) 3B receptacle making loud 
noise

9/5/13 Classroom A-212(computer 
receptacle)

Electrical

Kirby Sr (2379) 3B install pull station cover at 
cafeteria exit door.student 
pulling fire alarm as they 
exit the building

9/6/13 Hallway/Corridor  pull station at (cafeteria 
exit  door)

Electrical



Kirby Sr (2379) 3B A STUDENT STUCK A 
HAIR PICK IN THE LIGHT 
FIXTURE B HALL 
OUTSIDE GYM DOOR 
CAUSING THE LIGHTS 
TO GO OUT ALSO 
THERE IS A BURNT 
PRONG STILL STUCK IN 

9/9/13 Electrical

Kirby Sr (2379) 3B flag pole cable broke 9/9/13 Grounds flag pole(outside cafeteria)-
cable

Electrical

Kirby Sr (2379) 3B light switch making frying 
sound when turning on

9/10/13 Classroom A-312(light switch) Electrical

Kirby Sr (2379) 3B pull station not working in 
classroom.

9/10/13 Classroom B416 Electrical

Kirby Sr (2379) 3B Bad ballast. 9/10/13 Classroom A312 Electrical

Kirby Sr (2379) 3B Please put a cover on 
receptacle.

9/10/13 Gym old gym Electrical

Kirby Sr (2379) 3B please send 10 cases of 
florescent bulbs.

9/10/13 Custodial Plant Manger office Electrical

Kirby Sr (2379) 3B please replace broken 
receptacle next to washer.

9/11/13 Cafeteria in side kitchen Electrical

Kirby Sr (2379) 3B please replace broken 
receptacle , this control the 
power to the security 
camera.

9/12/13 Hallway/Corridor by rm. 308 Electrical



Kirby Sr (2379) 3B Bad Ballast. 9/12/13 Classroom A212 Electrical

Kirby Sr (2379) 3B RECEPTACLE SMOKING 
IN KITCHEN THAT'S FOR 
HOT BOX-PLANT MGR 
416-1960 KLR

9/13/13 Electrical

Kirby Sr (2379) 3B computer socket need 
repair(making loud noise)

9/16/13 Classroom A-312(computer socket) Electrical

Kirby Sr (2379) 3B bad ballast 9/17/13 Classroom B-410(ballast) Electrical

Kirby Sr (2379) 3B pole light is out. 9/20/13 Parking Lot front of building Electrical

Kirby Sr (2379) 3B fire alarm system does not 
work at all in classroom

9/23/13 Classroom B4-band-(fire alarm 
system)

Electrical

Kirby Sr (2379) 3B RTU RM C135-NOT 
COMING ON-PLANT 
MGR SHIELDS 416-1960 
KLR

9/24/13 Electrical

Kirby Sr (2379) 3B Replace blown bulbs in 
back gym. 

9/24/13 Electrical

Kirby Sr (2379) 3B classroom has 2 bad 
ballast.

9/24/13 1st Floor A301 Electrical



Kirby Sr (2379) 3B Bad ballast. 9/26/13 1st Floor A104 Bookstore rm Electrical

Kirby Sr (2379) 3B STRONG FUMES 
COMING FROM A/C UNIT 
IN RM A105 PER SBE-
PLANT MGR SHIELDS 
416-1960 KLR

9/27/13 Electrical

Kirby Sr (2379) 3B LIGHTS NOT COMING 
ON IN RM B416-PER SBE 
ONLY (1) LIGHT CAME 
ON & THERE IS AN 
ELECTRICAL BURNING 
SMELL IN HALLL 
LEADING TO BANDRM 
PER SBE-PLANT MGR 

9/27/13 Electrical

Kirby Sr (2379) 3B Bad Ballast. 9/27/13 Classroom A202 Electrical

Kirby Sr (2379) 3B Bad Ballast. 9/27/13 Classroom A105 Electrical

Kirby Sr (2379) 3B please replace light that's 
not working above kitchen 
outside door.

9/27/13 Grounds outside by dumpster Electrical

Kirby Sr (2379) 3B need (4) cases of 
fluorescent 
bulbs(f32t8/adv841/xll28 
watt

need 100 watt bulb@24 
ec.

10/1/13 Custodial plant mang. office Electrical

Kirby Sr (2379) 3B Bad ballast. 10/1/13 Classroom short Ahall A224 Electrical

Kirby Sr (2379) 3B need (3) cases of 
fluorescent bulb-
(F32T8/ADV841/XLL  
28watt

4/21/14 Custodial plant manager office Electrical



Kirby Sr (2379) 3B Please send 10 cases of 
florescent bulb. & 4 each 
floodlight lamps.

7/12/13 Administration Area Plant Maintence Electrical

Kirby Sr (2379) 3B Please supply lights 
around building. very dark 
around building.

7/12/13 Grounds outside Electrical

Kirby Sr (2379) 3B Lights out need repair all 
around building and 
Portables.

4/10/14 Courtyard Classrooms Back door Electrical

Kirby Sr (2379) 3B Bad Ballast. 4/22/14 Hallway/Corridor C Hall  by 136 Electrical

Kirby Sr (2379) 3B 2 or 3 Light Covers need 
repair due to high Ceiling.

4/24/14 Gym Old Gym Electrical

Kirby Sr (2379) 3B Exaust fans in the area 
leading to  the cafe are not 
working.

4/29/14 Electrical

Kirby Sr (2379) 3B A/C UNIT RM A107-
ON/OFF SWITCH 
BROKEN AND UNIT IS 
CONSTANTLY RUNNING 
MAKING RM VERY COLD-
PLANT MGR SHIELDS 
416-1960 KLR

5/1/14 Electrical

Kirby Sr (2379) 3B bad ballast 5/5/14 Classroom B-416(bad ballast) Electrical

Kirby Sr (2379) 3B FURNACE  WON'T SHUT 
OFF IN RM-B419 BACK 
GYM
PLANT MGR-
SHIELD/416.1960

5/6/14 Electrical



Kirby Sr (2379) 3B COMPUTER PANEL HAS 
NO POWER ONE SIDE 
THRU C-HALL
PLANT MGR-
SHIELD/416.1960

5/6/14 Electrical

Kirby Sr (2379) 3B EXPOSE WIRES 
COMING FROM LIGHT 
FIXTURE IN B/LOCKER 
RM
PLANT MGR-
SHIELD/416.1960

5/13/14 Electrical

Kirby Sr (2379) 3B bad ballast 5/20/14 Administration Area teacher lounge(ballast) Electrical

Kirby Sr (2379) 3B EXHAUST FAN is NOT 
COMING ON in FRONT 
GYM per Jo Shields, Plant 
Mgr. 4161960

5/22/14 Electrical

Kirby Sr (2379) 3B bad ballast 5/27/14 Administration Area teacher lounge (C)-hall Electrical

Kirby Sr (2379) 3B need (3) cases of bulbs

fluorescent lamps-
f32t8/adv841ll28 watt

5/29/14 Custodial plant manager Electrical

Kirby Sr (2379) 3B UNIT NOT COMING IN 
AUDIT
PLANT MGR-
MCFARLAND/416.1960

6/3/14 Electrical

Kirby Sr (2379) 3B 1 Bad Ballast. 6/5/14 Classroom C Hall    119 Electrical

Kirby Sr (2379) 3B FIRE ALARM SYSTEM 
MAIN OFC AREA-
SHOWING TROUBLE-
PLANT MGR SHEILDS 
416-1960 KLR

6/9/14 Electrical



Kirby Sr (2379) 3B bad ballast@2(light fixture) 6/11/14 Classroom C-hall -C132 Electrical

Kirby Sr (2379) 3B bad ballast (@2-light 
fixture

6/11/14 Classroom C-134(ballast) Electrical

Kirby Sr (2379) 3B bad ballast(@2light fixture) 6/11/14 Classroom C-133(ballast) Electrical

Kirby Sr (2379) 3B bad ballast 6/11/14 Classroom C-136(ballast) Electrical

Kirby Sr (2379) 3B bad ballast 6/11/14 Classroom C-135(ballast) Electrical

Kirby Sr (2379) 3B bad ballast 6/11/14 Classroom A-218(ballast) Electrical

Kirby Sr (2379) 3B C Hallway light need 
repaired.

3/19/14 Hallway/Corridor C Hall by Rm. 136 Electrical

Kirby Sr (2379) 3B B Hallway light need 
repaired.

3/19/14 Hallway/Corridor B Hall by rm.402 Electrical

Kirby Sr (2379) 3B NO POWER TO 
COMPUTER PANEL IN 
B411
PLANT MGR-
SHILEDS/416.1960

3/20/14 Electrical



Kirby Sr (2379) 3B Repair hallway lighting that 
was damaged during 
break in.

3/21/14 Electrical

Kirby Sr (2379) 3B need (1) case of 100 watts 
light bulbs

4/2/14 Custodial plant manger office Electrical

Kirby Sr (2379) 3B Two lights with Bad 
Ballase.

4/2/14 Classroom B 415 Electrical

Kirby Sr (2379) 3B One light Bad Ballase. 4/2/14 Classroom A 108 Electrical

Kirby Sr (2379) 3B One bad Ballase. 4/2/14 Classroom A 116 Electrical

Kirby Sr (2379) 3B Three Bad Ballase. 4/2/14 Classroom A 223 Electrical

Kirby Sr (2379) 3B Two Bad Ballase. 4/2/14 Classroom C 119 Electrical

Kirby Sr (2379) 3B Two Bad Ballase 4/2/14 Gym Girls Locker room Electrical

Kirby Sr (2379) 3B 1 Bad Ballase 4/3/14 Classroom A 210 Electrical



Kirby Sr (2379) 3B 3 Bad Ballase 4/3/14 Classroom A 214 Electrical

Kirby Sr (2379) 3B By JUROTC 2 lights poles 
are out need repair.

4/3/14 Parking Lot JUROTC Portable Electrical

Kirby Sr (2379) 3B 6 Lights need repair tall 
ceiling.

4/9/14 Auxiliary Gym New Gym Electrical

Kirby Sr (2379) 3B Lights need repairing all 
around the building.

4/9/14 Courtyard Classrooms Back Door Electrical

Kirby Sr (2379) 3B 2 Flood lights outneed 
repairing.

4/9/14 Gym Back Door Electrical

Kirby Sr (2379) 3B 2 flood lights need repair. 4/10/14 Gym Back Door Electrical

Kirby Sr (2379) 3B All lights out will not come 
on.

1/17/14 Gym Girl's Gym A 400 Electrical

Kirby Sr (2379) 3B 4 lights out will not come 
on.

1/17/14 Hallway/Corridor At football lockerm. Electrical

Kirby Sr (2379) 3B Outside entrance light out 
will not come on.

1/17/14 Grounds Grls. Gym A 400 Electrical



Kirby Sr (2379) 3B Light's out will not come 
on.

1/17/14 Gym Weight Room Electrical

Kirby Sr (2379) 3B POWER OUTAGE - 
PARTIAL - ALL 
EMERGENCY LIGHTS 
THRU OUT SCHOOL AND 
BACK GYM - ALL ARE 
OUT - PM/SHIELDS 416-
1960

1/21/14 Electrical

Kirby Sr (2379) 3B The sprinkler Company 
reported that the heater is 
not working in the riser 
room north of the main 
office.

1/21/14 Electrical

Kirby Sr (2379) 3B breaker tripping causing 
gym lights to go off

1/21/14 Auxiliary Gym old gym(breaker box) Electrical

Kirby Sr (2379) 3B receptacle broke in #3rd. 
kitchen

1/22/14 Classroom A307(3rd kitchen) Electrical

Kirby Sr (2379) 3B need (3) cases of 
fluorescent bulbs-
f32t8/adv841/xll 28 watt

1/22/14 Custodial Closet plant manger office Electrical

Kirby Sr (2379) 3B Lights are not working in 
the practice gym.

1/23/14 Electrical

Kirby Sr (2379) 3B Pole light out. 1/23/14 Parking Lot Front of School Electrical

Kirby Sr (2379) 3B Switch has a shortage. 1/23/14 Grounds Front Porch Electrical



Kirby Sr (2379) 3B HEAT OLD GYM AREA-
NOT COMING ON-PLANT 
MGR SHIELDS 416-1960 
KLR

1/28/14 Electrical

Kirby Sr (2379) 3B need to replace (3)light 
fixture cover-or-frame

1/28/14 Hallway/Corridor A-odd(light fixture) Electrical

Kirby Sr (2379) 3B 2 Pole lights out left side 
bldg. and back bldg. where 
teachers park.

1/28/14 Parking Lot Out side Bldg. Electrical

Kirby Sr (2379) 3B Repair domestic hot water 
boiler in gym.

1/30/14 Gym Electrical

Kirby Sr (2379) 3B replace(3) light bulbs in 
front gym

2/6/14 Auxiliary Gym front gym(lights) Electrical

Kirby Sr (2379) 3B 3 Bad Ballast 2/11/14 Classroom A Hall   309 Electrical

Kirby Sr (2379) 3B 1 Bad Ballast. 2/11/14 Classroom A Hall   314 Electrical

Kirby Sr (2379) 3B Outside Entrance door 
light is out.

2/11/14 Hallway/Corridor A Hall  309 Electrical

Kirby Sr (2379) 3B Outside Entrance door 
light is out on by ramp.

2/11/14 Hallway/Corridor B Hall Electrical



Kirby Sr (2379) 3B need  (4) cases of bulbs
 florescent lamp-
f32t8/adv84/xLL-28 watt

2/12/14 plant manger office Electrical

Kirby Sr (2379) 3B Light Pole out in front of 
Main Building.

2/13/14 Parking Lot Front  of Building Electrical

Kirby Sr (2379) 3B emergency light do not 
work

1/9/14 Kitchen east door of 
kitchen(emg.light)

Electrical

Kirby Sr (2379) 3B Sorry not Kinsbury Sr. but 
Kirby Sr. 3 lights Bad 
Ballast in,
C Main Hallway.

1/9/14 Hallway/Corridor C Hallway      by 127 Electrical

Kirby Sr (2379) 3B 2 lights  Bad Ballast. 1/9/14 Classroom C Hallway 122 Electrical

Kirby Sr (2379) 3B 1 light Bad Ballast. 1/9/14 Classroom C Hallway 126 Electrical

Kirby Sr (2379) 3B 4 lights Bad Ballast. 1/9/14 Classroom C Hallway 135 Electrical

Kirby Sr (2379) 3B 3 lights Bad Ballast. 1/9/14 Classroom C Hallway 132 Electrical

Kirby Sr (2379) 3B 3 lights Bad Ballast. 1/9/14 Classroom C Hallway 128 Electrical



Kirby Sr (2379) 3B 1 light Bad Ballast. 1/9/14 Classroom C Hallway 138 Electrical

Kirby Sr (2379) 3B 1 light Bad Ballast. 1/9/14 Classroom C Hallway 129 Electrical

Kirby Sr (2379) 3B light fixture broke on both 
ends

1/13/14 Cafeteria B416(band) Electrical

Kirby Sr (2379) 3B Light Pole out behind 
Portables.

2/13/14 Parking Lot Behind Portables Electrical

Kirby Sr (2379) 3B Flood light out back exit 
door.

2/18/14 Gym Exit Door Electrical

Kirby Sr (2379) 3B 2 sets of Lights out. 2/18/14 Hallway/Corridor ROTC Area Electrical

Kirby Sr (2379) 3B Light outside exit door by 
Ramp.

2/18/14 Grounds Side of Building Electrical

Kirby Sr (2379) 3B Install 4 new wall packs. 2/19/14 Electrical

Kirby Sr (2379) 3B Requesting setting of 
clocks for Day light saving 
time at 
Kirby High School.

2/21/14 Administration Area Electrical



Kirby Sr (2379) 3B change clocks for daylight 
saving time

2/22/14 Administration Area main office(clocks) Electrical

Kirby Sr (2379) 3B 1 set of Lights out Bad 
Ballast.

3/4/14 Hallway/Corridor Short Hall / A 224 Electrical

Kirby Sr (2379) 3B in need of (3) cases of 
fluorescent  lamps:
  
F32T8/ADV841/XLL -
28WATTS

3/10/14 Custodial plant manger office Electrical

Kirby Sr (2379) 3B replace outlet cover 3/10/14 Restroom (Boys) b.r.r.(across fromA111) Electrical

Kirby Sr (2379) 3B bad ballast 3/11/14 Administration Area attendance(rm.#118C Electrical

Kirby Sr (2379) 3B LIGHT FIXTURE is 
HANGING in the 
HALLWAY of the GIRL'S 
LOCKER ROOM per Jo 
Shields, Plant Mgr. 
416.1960

3/12/14 Electrical

Kirby Sr (2379) 3B need (#10) lamp covers for 
a lay in light fixture

3/12/14 Custodial plant manger Electrical

Kirby Sr (2379) 3B EXHAUST FAN NOT 
COMING ON IN GYM
PLANT MGR-
SHIELDS/416.1960

4/22/14 Electrical

Kirby Sr (2379) 3B RTU - FOOTBALL 
LOCKER - - NOT 
COMING ON - SBE/LEE 
416-1960

7/12/13 Electrical



Kirby Sr (2379) 3B strobe lights do not work in 
kitchen

1/9/14 Kitchen kitchen Electrical

Kirby Sr (2379) 3B switch broke onac unit 11/26/13 Classroom A309(ac switch) Electrical

Kirby Sr (2379) 3B 2 Light Pole out where the 
Attendance side of 
Building.

2/13/14 Parking Lot Teachers Parks Electrical

Kirby Sr (2379) 3B Monthly - Filter-Kirby High - 
Refer to PM schedule 
details.

4/15/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B per Jo Shields 416-1960 
no heat in new gym 
blowing cold air

12/12/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Thermostats are BROKEN 
in the Auditorium per Jo 
Shields, Plant Mgr. 
416.1960

12/13/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Monthly - Filter-Kirby High - 
Refer to PM schedule 
details.

12/17/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Units are NOT HEATING 
in Room A221, C130, and 
MAIN OFFICE per Jo 
Shields, Plant Mgr. 
416.1960 

1/6/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Unit is NOT COMING ON 
in Room C122 per Jo 
Shields, Plant Mgr. 
416.1960 

1/6/14 Heating/Ventilation /Air 
Conditioning



Kirby Sr (2379) 3B HEAT C121-NOT 
HEATING-PLANT MGR 
SHIELDS 416-1960 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B HEAT RM B403-NOT 
BLOWING, CAN FEEL 
HEAT, JUST NOT 
BLOWING OUT PER SBE-
PLANT MGR SHIELDS 
416-1960 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B 3-RTU NOT HEATING IN 
RM-C121,C128,C122, & 
OLD GYM 
PLANT MGR-
SHIELDS/416.1960

12/9/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Rooftop units in ROOMS 
C126, C130, Library (Work 
Room) and A224 NOT 
HEATING per Jo Shields, 
Plant Mgr. 416.1960

12/10/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B HEAT RM C135-NOT 
HEATING-PLANT MGR 
SHIELDS 416-1960 KLR

12/10/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B per Jo Shields 416-1960 
ROTC Room B411 has no 
heat blowing cold air

12/11/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B HEAT RM C130-NOT 
HEATING-PLANT MGR 
SHIELDS 416-1960 KLR

12/11/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B HEAT OLD GYM & RM 
C130-BOTH NOT 
HEATING-PLANT MGR 
SHIELDS 416-1960 KLR

11/13/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B HEAT OLD GYM-NOT 
HEATING-PLANT MGR 
SHIELDS 416-1960 KLR

11/20/13 Heating/Ventilation /Air 
Conditioning



Kirby Sr (2379) 3B replace thermostat in old 
gym

11/22/13 Auxiliary Gym old gym Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B 8-RTU NOT HEATING IN 
RM-
C122,C128,C130,C135,C1
34,A220,A224,B/LOCKER 
RM.
PLANT MGR-
SHIELDS/416.1960

11/25/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Unit NOT HEATING in 
Room B411 per Jo 
Shields, Plant Mgr. 
416.1960

11/25/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Monthly - Oil Lube & Belt-
Kirby High - Refer to PM 
schedule details.

7/8/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B RTU IN RM C134 IS NOT 
COOLING. SBE LEE 416-
1960 

7/8/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B chiller in alarm 7/11/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B UNIT IN THE BOYS 
LOCKER RM IN THE 
LOCKER  IS NOT 
COMING ON. SBE 
SHEILDS 416-1960

8/2/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Portable 117 FCU not 
coming on per Jo Shields 
416-1960

8/5/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Monthly - Air Compressor - 
Kirby High - Refer to PM 
schedule details.

8/6/13 Heating/Ventilation /Air 
Conditioning



Kirby Sr (2379) 3B A/C Coil unit leaking in 
A303 per Jo Shields, Plant 
Mgr. at 901.416.1960.

8/6/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B A/C AUDITORIUM-NOT 
COMING ON-PLANT 
MGR LEE 416-1960 KLR

10/10/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B repair ac in room 109 10/15/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Monthly - Filter-Kirby High - 
Refer to PM schedule 
details.

8/13/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Yearly - Oil Samples-Kirby 
High - Refer to PM 
schedule details.

9/7/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Unit NOT COOLING in 
Room A117B per Gerald 
Lee, Plant Mgr. 416.1960

9/16/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B UNIT NOT COOLING IN 
RM-A210.
PLANT MGR-
SHIELDS/416.1960

9/17/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Unit ventilators in Rooms 
A116 and C119 is NOT 
COOLING per Gerald Lee, 
Plant Mgr. 416.1960

9/17/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Unit Ventilator is LEAKING 
in ROOM A301 per Jo 
Shields, Plant Mgr. 
416.1960

9/26/13 Heating/Ventilation /Air 
Conditioning



Kirby Sr (2379) 3B UV-D RM B403-NOT 
COOLING-SBE SHIELDS 
416-1990 KLR

8/8/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B A/C RM A103-MAKING 
LOUD NOISES-PLANT 
MGR SHIELDS 416-1960 
KLR

6/20/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B A/C FOOTBALL LOCKER 
RM-NOT COOLING-
PLANT MGR SHIELDS 
416-1960 KLR

6/17/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B UNIT NOT COMING ON 
THRU OUT BLDG
PLANT MGR-
SHIELDS/416.1960

4/23/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B A/C CAFE AREA-NOT 
COOLING-PLANT MGR 
SHIELDS 416-1960 KLR

4/28/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B CHILLER - GYM NOT 
COOLING - REAL HOT - 
PM/MCFARLANE 416-
2167

6/3/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B UNIT NOT COOLING IN 
GYM COACHES' OFFICE
PLANT MGR-
MCFARLAND/650.0389

6/6/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B unit leaking(belt broke) 4/2/14 Cafeteria dinning area(by double 
doors)

Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B per Jo Shields 416-1960 
rooms C130 and C121 are 
blowing cold air and the 
old gym has no heat

1/22/14 Heating/Ventilation /Air 
Conditioning



Kirby Sr (2379) 3B HEAT RM A207-NOT 
HEATING-PLANT MGR 
SHIELDS 416-1960 KLR

1/23/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Unit in ROOM A202 is 
NOT HEATING per Jo 
Shields, Plant Mgr. 
416.1960

1/24/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B HEAT RM C121, C130, 
C122, A202, A207, & 
ROTC BLDG RM B409-
ALL NOT HEATING-
PLANT MGR McFARLANE 
416-1960 KLR

1/27/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B 2-UNITS NOT HEATING 
IN RM-A122, & 
FOOTBALL LOCKER RM
PLANT MGR-
SHIELDS/416.1960

1/28/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B HEAT MAIN OFC & ROTC-
BOTH NOT HEATING-
PLANT MGR SHIELDS 
416-1960 KLR

1/29/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Monthly - Oil Lube & Belt-
Kirby High - Refer to PM 
schedule details.

2/10/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Monthly - Air Compressor - 
Kirby High - Refer to PM 
schedule details.

2/11/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B rooms C135 and C138 
blowing cold air per Jo 
Shields 416-1960

1/9/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B per Jo Shields 416-1960 
the hall unit is making loud 
noise that is a cross from 
room 309 - nothing comes 
out and really doesn't 
serve a purpose

1/9/14 Heating/Ventilation /Air 
Conditioning



Kirby Sr (2379) 3B Monthly - KIRBY HIGH 
LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

3/2/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B per jo shields 416-1960 
classroom C122 is blowing 
cold

3/7/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Kirby High is in need of a 
filter change

3/18/14 Classroom all areas(filter) Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B RTU NOT COOLING IN 
RM-A102.
SBE-LEE/416-1960

7/23/13 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B Yearly - Cooling 
Towers(STRAINERS) - 
Kirby High - Refer to PM 
schedule details.

3/14/14 Heating/Ventilation /Air 
Conditioning

Kirby Sr (2379) 3B please paint all exterior 
doors. total of 55 doors.

8/8/13 Administration Area outside doors Painting

Kirby Sr (2379) 3B Please paint boy's 
restrooms on north & 
south halls.

7/12/13 Restroom (Boys) south & north halls Painting

Kirby Sr (2379) 3B Please paint girl's 
restroom on north & south 
hall.

7/12/13 Restroom (Girls) north & south halls Painting

Kirby Sr (2379) 3B all of the restrooms are in 
need of a paint 
job.boys&girls

11/26/13 Restroom (Boys) boys&grils (restrooms) Painting



Kirby Sr (2379) 3B serving line  needs a touch 
up(peeling paint)

3/18/14 Kitchen serving line(paint) Painting

Kirby Sr (2379) 3B graffiti on wall of baseball 
field

8/7/13 Athletic Field baseball field(brick wall) Painting

Kirby Sr (2379) 3B paint touch-up in 
restroom(paint on site)

6/16/14 Restroom (Boys) b.r.r.(across fromA-111) Painting

Kirby Sr (2379) 3B cork and paint holes on 
wall in principal office
                                             
(new principal request)

6/17/14 Administration Area main office(principal office) Painting

Kirby Sr (2379) 3B entrance doors (across 
from attendance) needs 
painted

6/24/14 Administration Area attendance entrance doors Painting

Kirby Sr (2379) 3B paint front entrance 
doors(paint on site)
                            request 
by new principal

6/20/14 Administration Area front entrance(doors) Painting

Kirby Sr (2379) 3B  remove graffiti from outter 
wall on baseball field

12/27/13 Athletic Field baseball field(outter wall) Painting

Kirby Sr (2379) 3B remove graffiti from sliding 
door

12/27/13 Classroom ROTC(B409-sliding door) Painting

Kirby Sr (2379) 3B GRAFFITI is on the outer 
wall of the Baseball wall; 
outside wall of classroom 
B409 and the sliding door 
on side of wall near the 
outside area (B409) per Jo 
Shields, Plant Mgr. 
416.1960.

1/3/14 Painting



Kirby Sr (2379) 3B GRAFFITI ON BASEBALL 
FIELD WALL, BACK 
DRIVE SIGN, FOOTBALL 
STEPS 
PLANT MGR-
SHIELDS/416.1960

8/15/13 Painting

Kirby Sr (2379) 3B GANG GRAFFITI G RR 
BY CAFE ON BLOCK 
WALLS, STALLS, STALL 
DOORS, CORRIDOR 
LEADING TO OUTSIDE 
ON BLOCK WALLS AND 
OUTSIDE ENTRANCE 
DOOR OF CORRIDOR 

6/16/14 Painting

Kirby Sr (2379) 3B repair and paint walls in 
principals office

6/19/14 Painting

Kirby Sr (2379) 3B 5 holes in the wall need 
repair.

5/23/14 Classroom  B Hall    415 Painting

Kirby Sr (2379) 3B GRAFFITI is ALLOVER in 
the BOY'S and GIRL'S 
RESTROOMS across 
A111 &  A312 per Jo 
Shields, Plant Mgr. 
416.1960

6/13/14 Painting

Kirby Sr (2379) 3B GANG GRAFFITI 
OUTSIDE ON ROTC 
BLDG BRICK WALL BY 
FIELD-PLANT MGR 
McFARLANE 416-1960 
KLR

1/27/14 Painting

Kirby Sr (2379) 3B graffiti on portables 2 & 3 
per Ms. McFarlane 416-
7134

1/27/14 Painting

Kirby Sr (2379) 3B buy paint for baseball field 
wall

2/28/14 Painting

Kirby Sr (2379) 3B sink leaking from bottom 12/13/13 Kitchen sink(across from steamer) Plumbing



Kirby Sr (2379) 3B sink leaking from bottom 12/19/13 Restroom (Boys) b.r.r.(across from A-111) Plumbing

Kirby Sr (2379) 3B water fountain  broke 1/3/14 Hallway/Corridor outsideA200(hall water 
fountain)

Plumbing

Kirby Sr (2379) 3B per Jo Shields 416-1960 
gas smell in kitchen and 
boiler room 

12/2/13 Plumbing

Kirby Sr (2379) 3B toilet seat broke 12/2/13 Restroom (Girls) across from A-312 Plumbing

Kirby Sr (2379) 3B sink leaking from bottom 12/2/13 Restroom (Girls) across from A-111 Plumbing

Kirby Sr (2379) 3B toilet backing up 12/2/13 Restroom (Boys) b.r.r.(across fromA-312) Plumbing

Kirby Sr (2379) 3B please repair sink that's 
leaking.

12/4/13 Gym girl's locker room Plumbing

Kirby Sr (2379) 3B sink coming detach from 
wall

12/9/13 Restroom (Girls) g.r.r.(across from A-111)-
sink

Plumbing

Kirby Sr (2379) 3B sink backing up 12/9/13 Custodial Closet A-even-(across from A-
110)sink)

Plumbing



Kirby Sr (2379) 3B cometology class  has no 
hot water

10/17/13 Classroom A-odd-303 Plumbing

Kirby Sr (2379) 3B NO HOT WATER IN RM-
A303.
PLANT MGR-
SHIELDS/416.1960

10/17/13 Plumbing

Kirby Sr (2379) 3B 1ST.STALL-toilet backing 
up

10/21/13 Restroom (Girls) A-odd(outside 
cl.rm.#A111)

Plumbing

Kirby Sr (2379) 3B toliet stopped up in girl's 
locker rm.

10/24/13 Gym girl's locker rm Plumbing

Kirby Sr (2379) 3B 2 toliets stopped up. 10/24/13 Restroom (Boys) south hall across from 
A110

Plumbing

Kirby Sr (2379) 3B toliet stopped up. 11/12/13 Restroom (Boys) south hall Plumbing

Kirby Sr (2379) 3B toliet stopped up. 11/12/13 Restroom (Boys) north hall Plumbing

Kirby Sr (2379) 3B toliet stopped up. 11/12/13 Restroom (Girls) north hall Plumbing

Kirby Sr (2379) 3B GAS LEAK IN RM-
A105,A107.
PLANT MGR-
SHIELDS/690.2515

11/15/13 Plumbing



Kirby Sr (2379) 3B toilet seat broke 11/21/13 Restroom (Girls) g.r.r.(across froma312) Plumbing

Kirby Sr (2379) 3B toilet seat broke 11/21/13 Administration Area work roomrestroom(across 
from# )

Plumbing

Kirby Sr (2379) 3B 4-URINALS ARE 
BACKING UP IN 
B/LOCKER.
PLANT MGR-
SHIELDS/416.1960

11/26/13 Plumbing

Kirby Sr (2379) 3B UNIT LEAKING IN THE 
CAFE. SBE SHIELD 416-
1960

7/15/13 Plumbing

Kirby Sr (2379) 3B RTU - RM A302 - 
LEAKING BAD - 
FLOODED RM - ALSO 
RTU IN DINING AREA - 
CAFE - STARTED 
LEAKING AGAIN -  
SBE/SHIELDS 416-9958

7/16/13 Plumbing

Kirby Sr (2379) 3B RTU IS LEAKING WATER 
IN RM-401B SOUTH (NO 
ID) .
SBE-SHIELDS/416-1960

7/17/13 Plumbing

Kirby Sr (2379) 3B RTU IS LEAKING WATER 
IN RM-A302 
SBE-SHIELDS/416-1960

7/22/13 Plumbing

Kirby Sr (2379) 3B RTU IS LEAKING WATER 
IN RM-B416.
SBE-SHIELDS/416-1960

7/23/13 Plumbing

Kirby Sr (2379) 3B please repair 2 facuets in 
classroom.

7/29/13 1st Floor A309 Plumbing



Kirby Sr (2379) 3B FCU IN NEAR RM 218A 
IS LEAKING .SBE LEE 
416-1960

7/1/13 Plumbing

Kirby Sr (2379) 3B UNIT IN RM A310 IS 
LEAKING. SBE LEE 416-
1960

7/8/13 Plumbing

Kirby Sr (2379) 3B Rooftop unit leaking in the 
Cafeteria!  Per Mr. Gerald 
Lee at 901.416.1960!

7/9/13 Plumbing

Kirby Sr (2379) 3B UNIT VENT IN RM 401 IS 
LEAKING. SBE LEE 416-
1960

7/11/13 Plumbing

Kirby Sr (2379) 3B UV-B RM 401 NORTH-
LEAKING-SBE SHIELDS 
416-1960  KLR

8/1/13 Plumbing

Kirby Sr (2379) 3B no hot water in 
cosmetology class

8/6/13 Classroom A303(hot water heater) Plumbing

Kirby Sr (2379) 3B toliet stopped up. 10/7/13 Restroom (Girls) Girl's locker rm Plumbing

Kirby Sr (2379) 3B toliet stopped up. 10/7/13 Restroom (Boys) across from A312 Plumbing

Kirby Sr (2379) 3B please replace broken 
toliet seat in girl's 
restroom.

10/7/13 Restroom (Girls) across from A312 Plumbing



Kirby Sr (2379) 3B Urnial is stopped up. 10/7/13 Restroom (Boys) across from A312 Plumbing

Kirby Sr (2379) 3B water fountain broke 10/14/13 Cafeteria cafeteria(water fountain) Plumbing

Kirby Sr (2379) 3B toilet backing up 10/14/13 Restroom (Girls) girls r.r.A-odd hall(across 
from a117)

Plumbing

Kirby Sr (2379) 3B girl locker room restroom 
toilet (last stall) stopped up

10/15/13 Restroom (Girls) girl locker room(r.r.) Plumbing

Kirby Sr (2379) 3B toilet backing up 10/15/13 Restroom (Boys) A-odd-south hall(toilet) Plumbing

Kirby Sr (2379) 3B water fountain in locker 
room is leaking.

8/8/13 Gym football locker Plumbing

Kirby Sr (2379) 3B toilet backing up 8/12/13 Restroom (Girls) A(even)hall girl r.r. Plumbing

Kirby Sr (2379) 3B UV-B BANDRM EAST-
LEAKING-SBE SHIELDS 
416-1960 KLR

8/12/13 Plumbing

Kirby Sr (2379) 3B toilet backing up 8/12/13 Restroom (Girls) B411(teacher r.r.) Plumbing



Kirby Sr (2379) 3B  cosmetology class has no 
hot water due to draft hood 
not operating properly

8/13/13 Classroom A-303(cosmetology) Plumbing

Kirby Sr (2379) 3B urnial stopped up. 8/16/13 Gym boy's basketball locker rm. Plumbing

Kirby Sr (2379) 3B FCU A HALL NW ENTRY-
LEAKING-SBE LEE 416-
1960 KLR

8/19/13 Plumbing

Kirby Sr (2379) 3B UNIT IS LEAKING IN RM-
A214(127)
PLANT MGR-
SHIELDS/416.1960 

8/20/13 Plumbing

Kirby Sr (2379) 3B please unstop drain in 
wash room.

8/20/13 Gym basketball locker rm. Plumbing

Kirby Sr (2379) 3B FCU RMS A316 & A310-
BOTH LEAKING-PLANT 
MGR SHIELDS 416-1960 
KLR

8/26/13 Plumbing

Kirby Sr (2379) 3B UV IS LEAKING WATER 
IN RM-A117B.
PLANT MGR-
SHIELDS/416.1960

8/30/13 Plumbing

Kirby Sr (2379) 3B please unstop 2 toliet. 9/4/13 Restroom (Girls) By ROTC Plumbing

Kirby Sr (2379) 3B sink trap broke 9/5/13 Restroom (Boys) (S)A-hall b.r.r.(sink trap) Plumbing



Kirby Sr (2379) 3B toilet backing-up 9/5/13 Restroom (Girls) B-hall(next to B413) Plumbing

Kirby Sr (2379) 3B toilet has no pressure(hard 
to flush)

9/5/13 Administration Area women r.r.(inside main 
office)

Plumbing

Kirby Sr (2379) 3B GAS SMELL IN RM-A220.
PLANT MGR-
SHIELDS/416.1960

9/6/13 Plumbing

Kirby Sr (2379) 3B faucet in sink is leaking. 9/12/13 Custodial Closet across from rm. A108 Plumbing

Kirby Sr (2379) 3B water faucet stripped(will 
not turn off)

9/17/13 Custodial Closet custodial closet(A-south 
hall)

Plumbing

Kirby Sr (2379) 3B toilet stopped up. 9/19/13 Auditorium girls restroom on the stage Plumbing

Kirby Sr (2379) 3B TOILET PIPE HAS 
BUSTED IN B/RR A-
NORTH HALL
PLANT MGR-
SHIELDS/416.1960

9/23/13 Plumbing

Kirby Sr (2379) 3B sink leaking from bottom 9/25/13 Kitchen kitchen(across from 
mang.office-sink)

Plumbing

Kirby Sr (2379) 3B NO HOT WATER TO 
KITCHEN-PLANT MGR 
SHIELDS 416-1960 KLR

9/30/13 Plumbing



Kirby Sr (2379) 3B urnial in boy's locker rm. 
stopped up.

10/1/13 Gym Plumbing

Kirby Sr (2379) 3B KETTLE FAILURE 
DOESN'T HAVE STEAM 
IN KITCHEN
PLANT MGR-
SHIELDS/416.1960

10/3/13 Plumbing

Kirby Sr (2379) 3B kitchen sink leaking 4/16/14 Classroom A-309(kitchen sink) Plumbing

Kirby Sr (2379) 3B Unstop sewer manhole. 4/17/14 Plumbing

Kirby Sr (2379) 3B pipes detach  from sink 4/17/14 Restroom (Boys) b.r.r.(across fromA111) Plumbing

Kirby Sr (2379) 3B pipe detach from sink 4/17/14 Restroom (Boys) b.r.r.(across from A312) Plumbing

Kirby Sr (2379) 3B sink leaking 3/17/14 Kitchen kitchen(center sink) Plumbing

Kirby Sr (2379) 3B NOT HOT WATER IN 
COSMETOLOGY RM-
WILL NEED FOR CLASS-
PLANT MGR SHIELDS 
416-1960  KLR

4/11/14 Plumbing

Kirby Sr (2379) 3B water fountain 
leaking(across from A116)

6/23/14 Hallway/Corridor A-even-hall(outside A-
116)water fountain

Plumbing



Kirby Sr (2379) 3B GRAFFITI - G LOCKER 
RM  - ON STALLS & 
WALLS - PM/SHIELDS 
416-1960

6/25/14 Plumbing

Kirby Sr (2379) 3B (1)st. stall-toilet backing up 6/26/14 Restroom (Boys) b.r.r.(across from A-
116)toilet

Plumbing

Kirby Sr (2379) 3B Test RP 6/30/14 Plumbing

Kirby Sr (2379) 3B toilet backing up 6/17/14 Restroom (Girls) g.r.r.(across from A-111) Plumbing

Kirby Sr (2379) 3B toilet has no pressure(can't 
flush)

6/17/14 Restroom (Boys) b.r.r.(across from A-111) Plumbing

Kirby Sr (2379) 3B toilet backing up 6/17/14 Restroom (Boys) b.r.r.(across from A117) Plumbing

Kirby Sr (2379) 3B toilet backing up 6/17/14 Restroom (Boys) b.r.r.(across from A111) Plumbing

Kirby Sr (2379) 3B 3 pipes broken under sink 
and 2nd sink is pulled from 
the counter.

4/22/14 Restroom (Boys) Across frm. rm. A 312 Plumbing

Kirby Sr (2379) 3B 1 Pipe is broken at the end 
of wall, and toward the 
right side 3rd toilet seat is 
broken.

4/22/14 Restroom (Boys) Across frm. rm. A 110 Plumbing



Kirby Sr (2379) 3B sink backing up and 
leaking from bottom

4/23/14 Restroom (Girls) Plumbing

Kirby Sr (2379) 3B Unstop storm drains 4/29/14 Plumbing

Kirby Sr (2379) 3B drain backing up in kitchen 4/30/14 Kitchen kitchen(next to kettle) Plumbing

Kirby Sr (2379) 3B sink leaking from bottom 5/1/14 Restroom (Girls) g.r.r.(across from A111) Plumbing

Kirby Sr (2379) 3B sink broke 5/5/14 Restroom (Boys) sink(1st) broke Plumbing

Kirby Sr (2379) 3B NO HOT WATER IN RM-
8303
PLANT MGR-
SHIELD/416.1960

5/6/14 Plumbing

Kirby Sr (2379) 3B SINK IS BACKING UP IN 
CUST CLOSET, WATER 
IN HALL
PLANT MGR-
SHIELD/416.1960

5/6/14 Plumbing

Kirby Sr (2379) 3B toilet seat broke 5/7/14 Restroom (Boys) b.r.r.(across fromA111) Plumbing

Kirby Sr (2379) 3B SPRINKLER HEADS 
BASEBALL FIELD-HAVE 
BURST AND WATER 
RUNNING 
EVERYWHERE-PLANT 
MGR SHIELDS 416-1960 
KLR

5/7/14 Plumbing



Kirby Sr (2379) 3B SEWER GAS SMELL 
AUDITORIUM AREA-
THEY WILL BE HAVING A 
baccalaureate PROGRAM 
TOMORROW-PLANT 
MGR McFARLANE 416-
1980 KLR

5/9/14 Plumbing

Kirby Sr (2379) 3B SINK G RR ACROSS 
FROM RM A111-TORN 
OFF THE WALL BY 
STUDENTS-PLANT MGR 
SHIELDS 416-1960 KLR

5/15/14 Plumbing

Kirby Sr (2379) 3B COMMODE B RR 
ACROSS FROM RM A312-
STUDENTS HAVE 
BUSTED IT UP-
PORCELAIN 
EVERYWHERE-PLANT 
MGR SHIELDS 416-1960 
KLR

5/21/14 Plumbing

Kirby Sr (2379) 3B Stopped up 1st. toilet on 
the left come in from A116.

5th & 6th Toilet Stopped 
up.

6/3/14 Restroom (Girls) A Hall  Across Rm.116 Plumbing

Kirby Sr (2379) 3B UNIT IS LEAKING WATER 
IN RM-109
PLANT MGR-
MCFARLAND/650.0389

6/6/14 Plumbing

Kirby Sr (2379) 3B CHILLER PIPE is 
LEAKING and CHILLER 
SHUTS DOWN a 
COUPLE OF TIMES 
during the WEEK and has 
to be RESET per Jo 
Shields, Plant Mgr. 
416.1960

6/9/14 Plumbing

Kirby Sr (2379) 3B toilet broke 6/11/14 Restroom (Girls) g.r.r.(across fromcafeteria) Plumbing

Kirby Sr (2379) 3B urinal back up 6/14/14 Restroom (Boys) b.r.r.(across from A312) Plumbing

Kirby Sr (2379) 3B sink leaking(2) sink from 
entrance

3/19/14 Restroom (Girls) g.r.r.(across from A-116) Plumbing



Kirby Sr (2379) 3B sink leaking from bottom 
(1st)

3/20/14 Restroom (Boys) B.r.r.(across from A-312) Plumbing

Kirby Sr (2379) 3B sink leaking at bottom 3/21/14 Restroom (Boys) A-hallb.r.r.(across 
fromA12)

Plumbing

Kirby Sr (2379) 3B sink leaking 3/21/14 Auxiliary Gym girls locker room(sink) Plumbing

Kirby Sr (2379) 3B PIPE IS LEAKING WATER 
IN PIPE CHASE CLOSET 
A-HALL
PLANT MR-
SHIELDS/416.1960

3/21/14 Plumbing

Kirby Sr (2379) 3B toilet leaking from bottom 3/26/14 Administration Area asst.principal off.(in 
attendanceoff.)

Plumbing

Kirby Sr (2379) 3B First urinal at the stall 
when flushed water just 
run from under neath.

3/26/14 Restroom (Boys) Football Locker Room Plumbing

Kirby Sr (2379) 3B Leaking under toilet in 
Attendant area.

3/27/14 Administration Area Asst. Principal Office Plumbing

Kirby Sr (2379) 3B 4th toilet running from 
underneath need repair.

3/28/14 Restroom (Girls) A hall  across form A117 Plumbing

Kirby Sr (2379) 3B SINK & PIPES ARE 
DETACHED FROM WALL 
IN B/RR
PLANT MGR-
SHIELDS/416.1960

3/31/14 Plumbing



Kirby Sr (2379) 3B  boys and girls restroom 
toilet backing up

3/31/14 Auditorium boys &girls r.r.(behind 
stage in auditorium) )

Plumbing

Kirby Sr (2379) 3B no hot water 4/1/14 Concession Stand football Plumbing

Kirby Sr (2379) 3B sink leaking from bottom 4/2/14 Concession Stand football stadium Plumbing

Kirby Sr (2379) 3B SINK B RR ACROSS 
FROM RM A312-HAS 
BEEN PULLED FROM 
COUNTER AND PIPES 
HAVE BEEN PULLED 
OUT ALSO-PLANT MGR 
SHIELDS 416-1960 KLR

4/3/14 Plumbing

Kirby Sr (2379) 3B SEWER GAS SMELL IN 
KITCHEN AREA-PLANT 
MGR SHIELDS 416-1960 
KLR

4/3/14 Plumbing

Kirby Sr (2379) 3B replace pipes on kettle due 
to corrosion

4/3/14 Kitchen kitchen (kettle pipe) Plumbing

Kirby Sr (2379) 3B Both fausets are running 
need repair.

4/3/14 Gym Girls Locker room Plumbing

Kirby Sr (2379) 3B  Underneath Urinal by stall 
first stall when flushed 
water just run on floor.

4/3/14 Gym Football Locker room Plumbing

Kirby Sr (2379) 3B Sewage drain is running 
need repair.

4/3/14 Parking Lot JUROTC Portable Plumbing



Kirby Sr (2379) 3B water fountain coming  
detach  from wall

4/4/14 Hallway/Corridor water fountain(across 
fromA108)

Plumbing

Kirby Sr (2379) 3B water drain backing up at 
front entrance of bldg.

4/4/14 Grounds front entrance(drian) Plumbing

Kirby Sr (2379) 3B Broken sink in boys 
restroom

4/8/14 Plumbing

Kirby Sr (2379) 3B Rest room stopped up 
need repair.

4/9/14 Athletic Field Girls Rest Room Plumbing

Kirby Sr (2379) 3B Replace regulator on roof 
top unit.

1/16/14 Plumbing

Kirby Sr (2379) 3B GAS SMELL IN RM A220-
PLANT MGR SHIELDS 
416-1960 KLR

1/16/14 Plumbing

Kirby Sr (2379) 3B toilet seat broke 1/22/14 Administration Area attendance office restroom Plumbing

Kirby Sr (2379) 3B toilet seat broke 1/22/14 Administration Area attendance office restroom Plumbing

Kirby Sr (2379) 3B toilet constantly running 
when flushed

1/22/14 Administration Area main office(women 
restroom)

Plumbing



Kirby Sr (2379) 3B Replace regulators on two 
roof top units.

1/28/14 Plumbing

Kirby Sr (2379) 3B First sink fauset broken. 1/28/14 Restroom (Boys) Across rm. A110 Plumbing

Kirby Sr (2379) 3B in  need of hot water in 
principal rest room

1/31/14 Administration Area main office(principal 
restroom)

Plumbing

Kirby Sr (2379) 3B In Boys locker rest room 
last Urinal stopped up. 

1/31/14 Basketball Court Loc. Rest room Plumbing

Kirby Sr (2379) 3B toilet  overflowing when 
flushed

2/3/14 Restroom (Girls) g.r.r.(across from cafeteria) Plumbing

Kirby Sr (2379) 3B WATER MAIN has 
BROKEN and WATER is 
RUNNING in the 
CIRCULAR DRIVE behind 
the ROTC building per Jo 
Shields, Plant Mgr. 
4166960

2/6/14 Plumbing

Kirby Sr (2379) 3B water constantly running 
from toilet

2/6/14 Restroom (Girls) g.r.r.(across from rm A-
312)

Plumbing

Kirby Sr (2379) 3B No hot water in locker 
room

2/12/14 Plumbing

Kirby Sr (2379) 3B per jo shields 416-1960 
there is a sulfur smell in 
classroom A220

2/13/14 Plumbing



Kirby Sr (2379) 3B PIPE BUSTED IN PIPE 
CHASE CLOSET, & G/RR 
SINK IS LEAKING 
ACROSS FROM RM-A111
PLANT MGR-
SHIELDS/416.1960

1/9/14 Plumbing

Kirby Sr (2379) 3B HOT WATER TANK 
COSMOTOLOGY RM-
NOT HEATING WATER 
TO RM-WILL NEED FOR 
CLASS-PLANT MGR 
SHIELDS 416-1960 KLR

1/14/14 Plumbing

Kirby Sr (2379) 3B replace sink handle 1/15/14 Restroom (Boys) b.r.r. (across from A-
111)sink

Plumbing

Kirby Sr (2379) 3B sink backing up 2/18/14 Custodial Closet closet(next to concession 
stand)

Plumbing

Kirby Sr (2379) 3B SPRINKLER SYSTEM - 
HALL BY RM B413 - 
SOMETHING BLACK IS 
AROUND IT - AND THE 
WTR IS COMING OUT - 
PM/SHIELDS  416-1960 

2/21/14 Plumbing

Kirby Sr (2379) 3B rehang water fountain 
thats detatch from wall

2/21/14 Hallway/Corridor hall(across from A307) 
water fountain

Plumbing

Kirby Sr (2379) 3B Men Restroom don't have 
running water.

3/4/14 Athletic Field Men Restroom Plumbing

Kirby Sr (2379) 3B Dr. Reginald Williams the 
Principal Restroom is 
leaking.

3/7/14 Administration Area Prin. Restroom Plumbing

Kirby Sr (2379) 3B toilet leaking 3/8/14 Restroom (Boys) b.r.r.(across from A-111) Plumbing



Kirby Sr (2379) 3B please repair roof leak in 
classroom.

12/9/13 Classroom C134 Roof

Kirby Sr (2379) 3B roof leaking(near window) 10/23/13 Auxiliary Gym old gym(coach office)419-
C

Roof

Kirby Sr (2379) 3B roof leak in cl.rm.C-126 11/1/13 Classroom C-126(roof) Roof

Kirby Sr (2379) 3B roof leak at door 11/1/13 Hallway/Corridor hall-leading to 
aditorium(roof)

Roof

Kirby Sr (2379) 3B water entering Bldg. from 
window.

7/22/13 1st Floor C216 Roof

Kirby Sr (2379) 3B water entering room from 
window next to storage 
cabinet in C136. Also 
C138 water is entering 
bldg. from roof.

7/22/13 1st Floor C136 & C138 Roof

Kirby Sr (2379) 3B roof leaking  7/22/13 Classroom 419c-old gym(rof) Roof

Kirby Sr (2379) 3B please repair roof leak in 
gym. 

7/26/13 Gym old gym Roof

Kirby Sr (2379) 3B rain entering from roof at 
window and at  bottom of 
window

8/12/13 Classroom C-138 Roof



Kirby Sr (2379) 3B rain entering classroom 
from both bottom of both 
windows

8/12/13 Classroom C-136cl.rm. Roof

Kirby Sr (2379) 3B rain entering cl.rm. from 
bottom of both windows

8/12/13 Classroom C134 cl.rm. Roof

Kirby Sr (2379) 3B Reseal access cover on 
the roof of the press box 
per Jo Shields, Plant Mgr. 
416.1960

9/17/13 Roof

Kirby Sr (2379) 3B roof leaking in (3) different 
areas

4/28/14 Auxiliary Gym front gym(water leak) Roof

Kirby Sr (2379) 3B roof leak 4/28/14 Classroom ROTC(roof leak) Roof

Kirby Sr (2379) 3B water entering building 
from bottom of wall

4/28/14 Classroom C-128 Roof

Kirby Sr (2379) 3B roof leak in room b-409 
(ROTC

3/18/14 Classroom ROTC -rm.B-409 Roof

Kirby Sr (2379) 3B roof leak 4/4/14 C-138(window to the left) Roof

Kirby Sr (2379) 3B water entering building 
from bottom of wall

4/4/14 Classroom C-136(near window) Roof



Kirby Sr (2379) 3B water entering building 
from bottom of wall

4/4/14 Classroom C-126(leak) Roof

Kirby Sr (2379) 3B roof leak 4/7/14 Kitchen roof(next to stove) Roof

Kirby Sr (2379) 3B roof leak 4/7/14 Classroom rotc(roof leak) Roof

Kirby Sr (2379) 3B roof leak 4/8/14 Classroom B-409 roof leak Roof

Kirby Sr (2379) 3B roof leak in center of floor 2/4/14 Auxiliary Gym front gym(center of floor) Roof

Kirby Sr (2379) 3B roof leak in classroom C-
#130

2/6/14 Classroom C-130(roof leak) Roof

Kirby Sr (2379) 3B roof leak in hall outside 
classroom#C126

1/10/14 Hallway/Corridor outside cl.rm.#C126 Roof

Kirby Sr (2379) 3B teacher office roof leaking 1/13/14 Classroom B-411(office) Roof

Kirby Sr (2379) 3B roof leak 3/6/14 Classroom ROTC #B-410 Roof



Kirby Sr (2379) 3B please repair cage to 
concession stand.

12/11/13 Concession Stand across from new gym Sheet Metal

Kirby Sr (2379) 3B repair top cover of 
locker(detatch)

7/15/13 Hallway/Corridor lockers outside cl.rm.A107 Sheet Metal

Kirby Sr (2379) 3B install(2) metal  screens to 
cover opening in plant 
manger office 

7/29/13 Custodial plant manger 
office(screen)

Sheet Metal

Kirby Sr (2379) 3B cover hole in floor 8/15/13 Portables portable116(p2) Sheet Metal

Kirby Sr (2379) 3B  inside pantry, vent needs 
a cover(other side of wall 
has a vent cover but not 
inside of pantry)

8/15/13 Kitchen pantry(vent) Sheet Metal

Kirby Sr (2379) 3B Repair window guard on 
door.

3/21/14 Sheet Metal

Kirby Sr (2379) 3B Gate hard to raise up and 
let down need repairing.

3/28/14 Hallway/Corridor The Drag Sheet Metal

Kirby Sr (2379) 3B Fabricate brackets and 
chains to be welded on to 
exterior doors.

1/9/14 Sheet Metal

Kirby Sr (2379) 3B please weld broken rail to 
stairs outside band room 
door.

8/1/13 Stairway outside bandroom door Sheet Metal



Kirby Sr (2379) 3B repair or replace cage to 
serving line(broke)

8/7/13 Cafeteria cage to serving line Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Kirby Middle (2378) 3B 18 3 43 103 40 15 33 12 8 275
Grand Total 18 3 43 103 40 15 33 12 8 275



Count of Craft Craft
Location Carpentry Electrical Painting Plumbing Roof Sheet Metal Grand Total

Kirby Stadium 397-3B 6 3 5 4 1 1 20
Grand Total 6 3 5 4 1 1 20



Location Request Description Submittal Date Area Description Area Number Craft
Kirby Stadium 397-3B Replace wood that has 

rotted around buildings 
that are on the base ball 
field.  Board up windows 
where necessary. 

3/11/14 Carpentry

Kirby Stadium 397-3B Need welder to cut up old 
goal posts for removal.

8/5/13 Carpentry

Kirby Stadium 397-3B please add nuts and 
screws to pole vault 
standards for upcoming 
2014 Track and Field 
Season 

2/5/14 Athletic Field Carpentry

Kirby Stadium 397-3B please measure for door 
and frame for storage 
room and a door for ticket 
booth at the Baseball field
 the contact person is 
coach Hobbs. His cell 
number is 6538988. Per 
Zeno Williams

2/20/14 Carpentry

Kirby Stadium 397-3B please bolt toe board to 
shot pad in the soutwest 
corner of the stadium.  
Shot put pad is located 
near old baseball backstop 
in far right corner.  Please 
call Mr Wright for 
questions 901-626-6403 

2/21/14 Athletic Field Carpentry

Kirby Stadium 397-3B Remove metal that is in 
the shed on the baseball 
field.

2/26/14 Carpentry

Kirby Stadium 397-3B Provide electrical for new 
scoreboard.

7/19/13 Electrical

Kirby Stadium 397-3B Provide power for new 
scoreboard.

7/22/13 Electrical



Kirby Stadium 397-3B please repair flag pole 
hooks on the flasg pole 
cord.  we are unable to 
hang the flag

8/22/13 Athletic Field Electrical

Kirby Stadium 397-3B Need to paint ticket booth 
and other unfinished wood 
to prevent it from rotting.  
The new wood is not 
treated lumber.  

3/10/14 Painting

Kirby Stadium 397-3B Please paint window 
guard.

3/21/14 Painting

Kirby Stadium 397-3B Graffiti is all over the glass 
in the pressbox per Ms. 
Shields 416-1960

8/7/13 Painting

Kirby Stadium 397-3B please paint the circle on 
the shot put pad that was 
placed in the southwest 
corner of the stadium 
grounds.  the pad is 
located in the far 
southwest corner in front 
of the old basball 

1/27/14 Athletic Field Painting

Kirby Stadium 397-3B please paint the sector 
lines for the shot put pad. 
The sector lines are the 
"V" shape lines that 
participants use to gage 
when throwing the shot put 
and discus. 

2/21/14 Athletic Field Painting

Kirby Stadium 397-3B Turn water on to sprinkler 
system. (Baseball field)

4/9/14 Plumbing

Kirby Stadium 397-3B toilets clogged in girls 
restroom

4/9/14 Restroom (Girls) Plumbing

Kirby Stadium 397-3B Winterize Statium and 
baseball field.

11/13/13 Plumbing



Kirby Stadium 397-3B Stadiums were winterized 
in late fall, please bring the 
water back online for the 
upcoming soccer and track 
& field season. Track 
Season starts March 1, 
2014 and Soccer Season 
starts February 27, 2014. 

2/24/14 Athletic Field Plumbing

Kirby Stadium 397-3B There are multiple 
buildings on the softball 
field that need roofing 
repairs.  Carpenters have 
already replaced rotten 
areas, but they need to be 
covered.

3/12/14 Roof

Kirby Stadium 397-3B roof hatch inside pressbox 
has been broken off, 
please repair

8/3/13 Athletic Field Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Plumbing Roof Sheet Metal Grand Total

Knight Rd ES (2385) 3B 10 3 26 42 44 24 4 2 155
Grand Total 10 3 26 42 44 24 4 2 155



Location Request Description Submittal Date Area Description Area Number Craft
Knight Rd ES (2385) 3B 9 in tiles coming up in 

hallway   
2/7/14 Hallway/Corridor By ramp black hall Asbestos

Knight Rd ES (2385) 3B 9in. tiles in classroom 14 
are coming up,tripping on 
tiles

2/20/14 Classroom 14 Asbestos

Knight Rd ES (2385) 3B Pipes in boiler room need 
rewrapped water leaking  

10/10/13 Custodial Closet boiler room Asbestos

Knight Rd ES (2385) 3B  Ceiling tile stained turn 
black

10/16/13 Classroom 29 Asbestos

Knight Rd ES (2385) 3B  Need tiles over unit vent 
bad stain

10/17/13 Classroom 34 Asbestos

Knight Rd ES (2385) 3B Tiles coming up by side 
door 

10/17/13 Cafeteria side door Asbestos

Knight Rd ES (2385) 3B pipes need rewrap coming 
loose

4/8/14 Hallway/Corridor pipes Asbestos

Knight Rd ES (2385) 3B pipes need wrap,insolation 
coming off in boys 
restroom 5gr area

4/21/14 Restroom (Boys) 5gr area Asbestos



Knight Rd ES (2385) 3B Pipes in boiler room need 
insolation, unwraping 

4/23/14 1st Floor boiler room Asbestos

Knight Rd ES (2385) 3B Room 37 9in. tiles coming 
up from leaking unit vent .

6/25/14 Classroom 37 Asbestos

Knight Rd ES (2385) 3B  ,Computer and projector 
will not stay on to use 
Smart board, power keep 
going off

3/26/14 Classroom 19 Cabling

Knight Rd ES (2385) 3B Need extra electrical 
sockets for 12 computers

9/23/13 Classroom rm31 Cabling

Knight Rd ES (2385) 3B Intercom system not 
working in Port.288

10/24/13 Portables 288 Cabling

Knight Rd ES (2385) 3B Need 2 special cut ceiling 
tiles in area

2/6/14 Library Audio room Carpentry

Knight Rd ES (2385) 3B Need hard cord ceiling 
tiles for Knight rd. 3 bundle

2/11/14 Administration Area For School Carpentry

Knight Rd ES (2385) 3B Need screen door repaired 
, 

2/28/14 Kitchen screen door Carpentry

Knight Rd ES (2385) 3B REAR KITCHEN 
ENTRANCE DOOR-NOT 
CLOSING TO LOCK-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
FLETCHER 416-2514 
KLR

3/19/14 Carpentry



Knight Rd ES (2385) 3B Rubber mat on ramp 
coming apart,tripped 
hazard

9/6/13 1st Floor ramp Carpentry

Knight Rd ES (2385) 3B Steps to Portable 288 is 
coming apart,very unsafe

9/12/13 Portables 288 Carpentry

Knight Rd ES (2385) 3B Need ceiling tiles put in, 
special cut is needed.

9/24/13 Cafeteria First floor east hall.. Carpentry

Knight Rd ES (2385) 3B Install bullentin board in 
room 306.Have bulletin 
board at school.

9/25/13 Classroom Room 306. Carpentry

Knight Rd ES (2385) 3B Piece of ceiling has fell, 
hole in ceiling

10/21/13 Classroom 23 Carpentry

Knight Rd ES (2385) 3B Need bulletins board for 
10 classrooms for display       
students  work

10/31/13 Hallway/Corridor rooms1-8 and 20,23 Carpentry

Knight Rd ES (2385) 3B Door off hinges 11/1/13 Restroom (Boys) stall door Carpentry

Knight Rd ES (2385) 3B  Ramp need repaired 
wood is weaken from rain 

1/2/14 Portables 308 Carpentry

Knight Rd ES (2385) 3B door has crack at bottom 
need stripped put on 
,Cafeteria and KK area 
rain and insects

7/1/13 Administration Area Entrance door Carpentry



Knight Rd ES (2385) 3B Need  missing base board 
strip replaced

7/27/13 Hallway/Corridor back hallways Carpentry

Knight Rd ES (2385) 3B Need  broken  bracket 
fixed ,  shade need 
replace 10 ft in Teacher 
Lounge

7/31/13 Administration Area Teacher Lounge Carpentry

Knight Rd ES (2385) 3B Fence area around 
playground bolts came out 
fell over. Needed repair 
asap safety hazard 

8/20/13 Grounds fence area Carpentry

Knight Rd ES (2385) 3B Ceiling tiles missing in 
back hall in two places

8/28/13 Hallway/Corridor back hall Carpentry

Knight Rd ES (2385) 3B Need ceiling tiles replaced 
over unit vent

8/28/13 Classroom rm.34,library Carpentry

Knight Rd ES (2385) 3B Need lock repair,key can 
not lock door

4/15/14 Library Office Library Carpentry

Knight Rd ES (2385) 3B WINDOW HAS BEEN 
BROKEN IN RM-15
PLANT MGR-
FLETCHER/416.2514

4/21/14 Carpentry

Knight Rd ES (2385) 3B  Door knots make it  hard 
to open , hard to turn

4/23/14 Classroom 18,19 23,35 Library Carpentry

Knight Rd ES (2385) 3B DOOR LATCH CAN'T 
SECURE EXIT BY K-
AREA
PLANT MGR-
FLETCHER/416.2514

4/28/14 Carpentry



Knight Rd ES (2385) 3B Gate coming off,screws 
coming out holes too big

5/21/14 Administration Area Main Office Carpentry

Knight Rd ES (2385) 3B Door will not stay 
closed,will not locked

1/13/14 Classroom 28 Carpentry

Knight Rd ES (2385) 3B Windows in these rooms 
will not stay locked wind 
shake

1/16/14 Classroom 34 ,38 Carpentry

Knight Rd ES (2385) 3B Principal Refroe want 
petition in Cafeteria for PE 
classes ASAP

1/9/14 Carpentry

Knight Rd ES (2385) 3B room 14 unit not coming 
on at all per Ms. Fletcher 
416-2514

1/27/14 Electrical

Knight Rd ES (2385) 3B HEAT RM 23 & 25-BOTH 
NOT COMING ON-PLANT 
MGR FLETCHER 416-
2514 KLR

1/29/14 Electrical

Knight Rd ES (2385) 3B Unit is NOT COMING ON 
in ROOM 31 per Mr. 
Fletcher, Plant Mgr. 
416.2514

1/30/14 Electrical

Knight Rd ES (2385) 3B Bad ballasts in classrooms 
23,30 31, bulbs been 
changed

2/11/14 Classroom 23,30,and31 Electrical

Knight Rd ES (2385) 3B Testing going on need 
ballasts repaired asap

2/17/14 Classroom 23,24 39 and 31 Electrical



Knight Rd ES (2385) 3B Bulbs been change, near 
Main Office by Principal 
office

2/26/14 Hallway/Corridor by Main Office Electrical

Knight Rd ES (2385) 3B UNIT NOT COMING ON 
IN RM-20
PLANT MGR-
FLETCHER/416.2514

3/5/14 Electrical

Knight Rd ES (2385) 3B Master clock not set off 45 
min.

3/19/14 Administration Area Main Office Electrical

Knight Rd ES (2385) 3B Need an electric socket fix 
for scanner to work

3/20/14 Library Teacher workroom Electrical

Knight Rd ES (2385) 3B UV RM 31-MAKING 
NOISES-THIS RM IS FOR 
TESTING-PLANT MGR 
FLETCHER 416-2514 
KLR

3/21/14 Electrical

Knight Rd ES (2385) 3B Exhaust fan will not come 
on 

3/24/14 Restroom (Girls) 1gr. Electrical

Knight Rd ES (2385) 3B Bad ballast all back light 
out , changed bulbs

3/26/14 Classroom 16 Electrical

Knight Rd ES (2385) 3B Light out have changed 
bulb,. bad ballast

3/28/14 Hallway/Corridor back hall Electrical

Knight Rd ES (2385) 3B Half of room light out ,bad 
ballast  changed light 
bulbs Teacher need light

3/28/14 Classroom room 16 Electrical



Knight Rd ES (2385) 3B 3 sets of lights bad 
ballasts bulbs been 
changed

9/12/13 Portables 308 Electrical

Knight Rd ES (2385) 3B Repair or replace outside 
light on west side of 
building,inbetween ROTC 
building and gym 
entrance.

9/25/13 Grounds West side of building by 
gym.

Electrical

Knight Rd ES (2385) 3B Bad ballast , have 
changed bulbs

10/1/13 Classroom 34 Electrical

Knight Rd ES (2385) 3B 200 watts and 2 boxes 
florscent bulbs for 
classrooms and boiler 
room

10/9/13 Classroom boiler room Electrical

Knight Rd ES (2385) 3B  Bad ballasts in port. 288 
about 6 sets of light out 
bulbs changed

10/10/13 Portables 288 Electrical

Knight Rd ES (2385) 3B  Flag pole cable need 
replace,will not go to top of 
pole

10/17/13 Grounds flag pole Electrical

Knight Rd ES (2385) 3B Bad ballast need 2set of 
light work on. 

10/17/13 Classroom 23 Electrical

Knight Rd ES (2385) 3B  Lights on front of Building 
need bulbs or repaired 
,staff leave at 8pm 

10/21/13 Electrical

Knight Rd ES (2385) 3B  Bad ballast bulbs , lights 
been changed

10/31/13 Cafeteria back lights Electrical



Knight Rd ES (2385) 3B  Vent hood fan need 
repaired

10/31/13 Kitchen vent hood fan Electrical

Knight Rd ES (2385) 3B FIRE ALARM KEEP 
GOING OFF. SBE 
FLETCHER 416-2514

7/23/13 Electrical

Knight Rd ES (2385) 3B Computer outlet making 
noise in rm. 4

7/31/13 Classroom 4 Electrical

Knight Rd ES (2385) 3B Outlet coming off wall in 
rm.17

7/31/13 Classroom 17 Electrical

Knight Rd ES (2385) 3B Need 2 boxes of flurosent 
alto " Philips for portables 
and classrooms. Also need 
25 watts for exit lights.

8/8/13 Portables 288,308 Electrical

Knight Rd ES (2385) 3B Exhaust fan not working in 
girls restroom

8/16/13 Restroom (Girls) KK area Electrical

Knight Rd ES (2385) 3B Lights are out in front 
outside on building and 
under canopy

8/16/13 1st Floor front entrance canopy Electrical

Knight Rd ES (2385) 3B UV NOT COMING ON IN 
RM-32
PLANT MGR-
DANIEL/416.2514

8/26/13 Electrical

Knight Rd ES (2385) 3B Bad ballast in room 32 8/28/13 Classroom 32 Electrical



Knight Rd ES (2385) 3B Light out in closet to high 
to replace

8/28/13 Custodial Closet back hall Electrical

Knight Rd ES (2385) 3B Bad ballast light out over 
Teacher desk

8/29/13 Classroom 11 Electrical

Knight Rd ES (2385) 3B Need bulbs for exit 
lights,25 watt Boiler room 
and Custodial closet need 
spiral 40 watts 

4/9/14 Custodial Closet Boiler room ,custodial Electrical

Knight Rd ES (2385) 3B PUMP IS MAKING NOISE 
IN BOILER RM
PLANT MGR-
FLETCHER/416.2514

4/22/14 Electrical

Knight Rd ES (2385) 3B Bad ballast bulbs have 
been changed

4/24/14 Classroom 16 Electrical

Knight Rd ES (2385) 3B Bad ballast ,bulbs been 
changed 

4/25/14 1st Floor Bookroom Electrical

Knight Rd ES (2385) 3B Need bulbs for stage for 
KK Program on May 19 at 
9am.Electrican took bulb 
with him,to get right 
500watt large bulbs 6 total

5/7/14 Cafetorium stage Electrical

Knight Rd ES (2385) 3B PUMP IS MAKING NOISE 
IN BOILER RM.
PLANT MGR-
FLETCHER/416.2514

6/3/14 Electrical

Knight Rd ES (2385) 3B HAS A COMPLETE 
POWER OUTAGE-PLANT 
MGR FLETCHER 416-
2514 KLR

6/5/14 Electrical



Knight Rd ES (2385) 3B Bad ballast in classrooms 1/9/14 Classroom 23, 25 Electrical

Knight Rd ES (2385) 3B Monthly - Filter-Knight Rd 
Elementary - Refer to PM 
schedule details.

1/19/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B HEAT RM 1, 14, 16, 25, 
31, 34, & RTU-3 CAFE 
STAGE AREA-ALL NOT 
HEATING-PLANT MGR 
FLETCHER 416-2514 
KLR

1/22/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B BOILER HAS A VERY 
HOT SPOT, MAYBE 
OVERHEATING.
PLANT MGR-
FLETCHER/416.2514

1/23/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B per Ms. Fletcher  416-
2514 rooms 25, 27, 33, 35 
are too hot

1/27/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B UV RM 7, 23, 31, RTU-1 
MAIN OFC, & RTU-4 
CAFE AREA-ALL NOT 
HEATING-PLANT MGR 
FLETCHER 416-2514 
KLR

1/28/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B RTU NOT HEATING IN 
MAIN OFFICE
PLANT MGR-
FLETCHER/416.2514

1/29/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B HEAT RM 30-MAKING 
NOISES-PLANT MGR 
FLETCHER 416-2514 
KLR

1/29/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B RTU's 1 (MAIN OFFICE) 
and 4 (PLANT MGR'S 
OFFICE) are NOT 
HEATING in per Mr. 
Fletcher, Plant Mgr. 
416.2514

1/30/14 Heating/Ventilation /Air 
Conditioning



Knight Rd ES (2385) 3B 6-UV NOT HEATING IN 
RM-7,16,23,25,31,34
PLANT MGR-
FLETCHER/416.2514

2/4/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B BOILER #1 is NOT 
COMING ON per Ms. 
Fletcher, Plant Mgr. 
416.2514

2/4/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B HEAT RM 30-MAKING 
NOISES & HEAT RM 31-
NOT HEATING-PLANT 
MGR FLETCHER 416-
2514 KLR

2/5/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B Thermstats are out of 
dated need diigital 
models.Also need covers 
back on because unit are 
blowing on thermstats 37 
covers for building

2/5/14 Classroom 19 rooms Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B 4-UNITS NOT HEATING 
IN RM-21,23,25,4 & 4-
UNITS ARE 
OVERHEATING IN RM-
9,32,33,35.
PLANT MGR-
FLETCHER/416.2514

2/10/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B RTU-4 RM 7-NOT 
HEATING-PLANT MGR 
FLETCHER 416-2514 
KLR

2/13/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B UV RM 30 & 31-BOTH 
MAKING NOISES-PLANT 
MGR FLETCHER 416-
2514 KLR

2/13/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B per mr daniel 416-2514 
the entire school has no 
heat blowing cold

3/6/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B UV NOT COOLING IN RM-
19.
PLANT MGR-
FLETCHER/416.2514

9/3/13 Heating/Ventilation /Air 
Conditioning



Knight Rd ES (2385) 3B 3-UV NOT COOLING IN 
RM-3,7,19.
PLANT MGR-
FLETCHER/416.2514

9/4/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B Monthly - Filter-Knight Rd 
Elementary - Refer to PM 
schedule details.

9/22/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B A/C RM 30-MAKING 
NOISES-PLANT MGR 
FLETCHER 416-2514 
KLR

10/14/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B UV NOT HEATING IN RM-
7.
PLANT MGR-
FLETCHER/416.2514

11/8/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B UV'S RMS 7 & 4 
KINDERGARTEN, BACK 
HALL RMS 18, 19, 25, & 
26-ALL NOT HEATING-
PLANT MGR FLETCHER 
416-2514 KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B 2-RTU NOT HEATING IN 
CAFE
PLANT MGR-
FLETCHER/416.2514

11/25/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B HEAT RM 7, RTU-2 & RTU-
3 CAFE-ALL NOT 
HEATING-PLANT MGR 
FLETCHER 416-2514 
KLR

12/9/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B RTU CAFE-NOT 
HEATING, UV RMS 3, 7, 
19, 20, 31, 34, & LIBRARY-
ALL NOT HEATING-
PLANT MGR FLETCHER 
416-2514 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B RTU NOT HEATING IN 
MAIN OFFICE.
PLANT MGR-
FLETCHER/416.2514

1/8/14 Heating/Ventilation /Air 
Conditioning



Knight Rd ES (2385) 3B 4-UV NOT HEATING IN 
RM-3,7,19,34, & RTU IN 
CAFE.
PLANT MGR-
FLETCHER/416.2514

1/8/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B 4-UV NOT COOLING IN 
RM-1(095) RM-7(089) RM-
9(087) RM-21(074).
SBE-FLETCHER/416-
2514

7/1/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B 6-UV NOT COOLING IN 
RM-1(095) RM-7(089) RM-
21(074) RM-19(076,077) 
RM-28(064) RM-36(057), 
2-RTU IN CAFE(097,098)
SBE-FLETCHER/416-
2514

7/17/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B UV-A7 RM 1, UV-B1 RM 9, 
UV-C4 RM 19 WEST, UV-
C2 RM 19 EAST, UV-C5 
RM 21, UV-D6 RM 30, & 
UV-D12 RM 36-ALL NOT 
COOLING-SBE 
FLETCHER 416-2514 
KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B RTU NOT COOLING IN 
MAIN OFFICE(096)
PLANT MGR-
FLETCHER/416.2514

8/13/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B RTU NOT COOLING IN 
PRIN OFFICE (096), &RM-
32 (061)
PLANT MGR-
FLETCHER/416.2514

8/19/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B UV NOT COMING ON IN 
RM-19
PLANT MGR-
DANIEL/416.2514

8/26/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B UV RM 36-NOT COMING 
ON-PLANT MGR 
FLETCHER 416-2514 
KLR

8/28/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B 2-UV NOT COOLING IN 
RM-7,19
PLANT MGR-
FLETCHER/416.2514

8/29/13 Heating/Ventilation /Air 
Conditioning



Knight Rd ES (2385) 3B UV RM 28-LEAKING OIL-
PLANT MGR FLETCHER 
416-2514 KLR

4/9/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B Monthly - Filter-Knight Rd 
Elementary - Refer to PM 
schedule details.

5/25/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B UNIT NOT COOLING IN 
MAIN OFFICE
PLANT MGR-
FLETCHER/416.2514

6/13/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B RTU NOT HEATING IN 
RM-3,7,19,34
PLANT MGR-
FLETCHER/416.2514

1/10/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B HEAT CAFE AREA, RM 7, 
& 34-ALL NOT HEATING-
PLANT MGR FLETCHER 
416-2514 KLR

1/14/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B BOILER-1 MECH RM-
NOT COMING ON-PLANT 
MGR FLETCHER 416-
2370 KLR

1/15/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B HEAT RM 2, 7, 19, & 34-
ALL NOT HEATING-
PLANT MGR FLETCHER 
416-2514 KLR

1/16/14 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B Monthly - Oil Lube & Belt-
Knight Rd Elem - Refer to 
PM schedule details.

9/3/13 Heating/Ventilation /Air 
Conditioning

Knight Rd ES (2385) 3B Monthly - Oil Lube & Belt-
Knight Rd Elem - Refer to 
PM schedule details.

4/1/14 Heating/Ventilation /Air 
Conditioning



Knight Rd ES (2385) 3B Unrinal and tiolet stopped 
up,students are flooding 
floor by keep flushing 

1/23/14 Restroom (Boys) 4and 5gr Plumbing

Knight Rd ES (2385) 3B SINK PIPE HAS FROZEN 
IN PORT-308
PLANT MGR-
FLETCHER/416.2514

1/29/14 Plumbing

Knight Rd ES (2385) 3B Art room 20 need snks 
clean out, because they 
are always stopped 
up.Also handsink in 5 gr. 
hall at the end by rooms.

2/25/14 Classroom 20 Plumbing

Knight Rd ES (2385) 3B  3compartment sink 
stopped up in kitchen

2/28/14 Kitchen 3com. sink Plumbing

Knight Rd ES (2385) 3B GAS SMELL IN KITCHEN.
PLANT MGR-
FLETCHER/416.2514

9/4/13 Plumbing

Knight Rd ES (2385) 3B Faucet is leaking, lab 
table,Room 211.

9/24/13 Classroom Room 211. Plumbing

Knight Rd ES (2385) 3B A/C RM 5 & CAFE-BOTH 
LEAKING-PLANT MGR 
FLETCHER 416-2514 
KLR

10/9/13 Plumbing

Knight Rd ES (2385) 3B  Tiolet when flush water all 
over floor

10/15/13 Restroom (Girls) black hall Plumbing

Knight Rd ES (2385) 3B Water come from under 
faucet when turn on, 
Health Inspector. need 
repaired

10/17/13 Kitchen 3compartment sink Plumbing



Knight Rd ES (2385) 3B Tiolets stopped up can not 
unstop

10/21/13 Restroom (Girls)       2gr.,5gr. Plumbing

Knight Rd ES (2385) 3B 2 compartment sink 
stopped

11/8/13 Kitchen sink Plumbing

Knight Rd ES (2385) 3B Test RP devices on site. 1/2/14 Plumbing

Knight Rd ES (2385) 3B  Unrinal stopped up 1/2/14 Restroom (Boys) 5gr Plumbing

Knight Rd ES (2385) 3B FLR DRAIN IS BACKING 
UP IN B/RR 5TH GRADE 
HALL
PLANT MGR-
FLETCHER/416.2514

8/14/13 Plumbing

Knight Rd ES (2385) 3B UV IS LEAKING IN 
LIBRARY (070)
PLANT MGR-
FLETCHER/416.2514

8/19/13 Plumbing

Knight Rd ES (2385) 3B 3compartment sink leaks 
need repair.

8/21/13 Kitchen 3 comp. sink Plumbing

Knight Rd ES (2385) 3B  Oven need disconnect to 
be removed from kitchen

8/21/13 Kitchen oven Plumbing

Knight Rd ES (2385) 3B UV LIBRARY-LEAKING-
PLANT MGR DANIELS 
416-2514 KLR

8/26/13 Plumbing



Knight Rd ES (2385) 3B Sink in boiler room 
stopped up.

4/8/14 Custodial Closet Boiler room Plumbing

Knight Rd ES (2385) 3B UNIT IS LEAKING WATER 
IN LIBRARY HALL
PLANT MGR-
FLETCHER/416.2370

4/22/14 Plumbing

Knight Rd ES (2385) 3B UNIT VENT - RM 6 - 
LEAKING BAD - 
PM/FLETCHER 416-2514

6/3/14 Plumbing

Knight Rd ES (2385) 3B water fountain has pipes 
leak [silver]

6/9/14 Hallway/Corridor library hall Plumbing

Knight Rd ES (2385) 3B DISHWASHER KITCHEN 
AREA-NEED PLUMBER 
TO ASSIST FOOD 
SERVICES-NO WATER 
SUPPLY TO 
DISHWASHER-PLANT 
MGR FLETCHER 416-
2514 KLR

6/20/14 Plumbing

Knight Rd ES (2385) 3B UNIT VENT IN RM37 - - 
RTU- CAFE - BOTH ARE 
LEAKING - 
PM/FLETCHER 416-2514

6/24/14 Plumbing

Knight Rd ES (2385) 3B Roof leak in both rooms 9/23/13 Classroom rm.2 and 10 Roof

Knight Rd ES (2385) 3B Roof leak in girl restroom 
hole in ceiling

10/16/13 Restroom (Girls) black hall Roof

Knight Rd ES (2385) 3B  Roof leak in Cafeteria by 
windows 

10/31/13 Cafeteria roof leak Roof



Knight Rd ES (2385) 3B Water running down wall 
by dry erase board

10/31/13 Classroom 10 Roof

Knight Rd ES (2385) 3B Lockers in rooms 12,14 
and17 do not have handler 
can not open

6/10/14 Classroom 12,14 ,17 Sheet Metal

Knight Rd ES (2385) 3B Lockers need repaired 1/9/14 Classroom 6 ,11,16 12 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Levi El (2435) 3A 2 2 16 45 19 3 28 6 1 122
Grand Total 2 2 16 45 19 3 28 6 1 122



Location Request Description Submittal Date Area Description Area Number Craft
Levi El (2435) 3A Remove carpet in the 4 

pod locations and replace 
with tile.

9/30/13 Asbestos

Levi El (2435) 3A       reinsullation pipe in 
clss room.

11/18/13 Asbestos

Levi El (2435) 3A Station#2/Drop#2 not 
connecting to network,

5/2/14 Classroom North hall/Rm.1F Cabling

Levi El (2435) 3A Install computer/internet 
drops in class room.

RECEIVED”. ….and we 
provide service as soon as 
we possibly can  - “SCS 
Network Cabling and 
Electronics Dept.- Mr. 

11/15/13 Classroom Room 5B Cabling

Levi El (2435) 3A Panic bar malfunction, 
needs repair(broken)

4/1/14 Library Room 3C Carpentry

Levi El (2435) 3A Need latch installed on 
toilet stall door(for privacy)

4/28/14 Restroom (Girls) South hall Carpentry

Levi El (2435) 3A Two cases of  mineral 
board ceiling tile (2)

6/4/14 Custodial Plant Mgr./Rm. 2C-A Carpentry

Levi El (2435) 3A Damage to sheet rock 
needs to be repaired.

6/5/14 Administration Area Parent center/Rm. 5C Carpentry



Levi El (2435) 3A Need (8) stencil holders 
mounted to wall

6/5/14 Administration Area Teacher work rm/Rm. 4C Carpentry

Levi El (2435) 3A Repair screen in kitchen 
rear door ,screen size 
30"x32"

3/25/14 Cafeteria Kitchen Carpentry

Levi El (2435) 3A       repair metal standing 
tree in hallway

10/22/13 Carpentry

Levi El (2435) 3A WINDOW BROKEN OUT 
ON SIDE GYM.
PLANT MGR-
STOKES/416.8166

12/16/13 Carpentry

Levi El (2435) 3A Replace out side window 
pane on two plate window.

7/8/13 Hallway/Corridor South hall Carpentry

Levi El (2435) 3A Need three packs of 
mineral board ceiling tilles.

7/29/13 Custodial Main building/ Carpentry

Levi El (2435) 3A Need (6) white boards and 
installed in classrooms.

8/28/13 Classroom Rms. 1B,3B,3E,6A And 7A Carpentry

Levi El (2435) 3A Need one (1) cs. mineral 
broad ceiling tile and one 
(1)
case fiber glass ceiling tile. 

1/16/14 Custodial Plant mgr. /Rm. 2C-A Carpentry

Levi El (2435) 3A Replace ceiling tiles at 
smoke detector007 and 
alarm sensor.

1/21/14 Hallway/Corridor Hallways Carpentry



Levi El (2435) 3A Mount banner to wall, 
banner is 12ftX4ft. 

1/29/14 Hallway/Corridor Front lobby Carpentry

Levi El (2435) 3A Repair or adjust front 
entrance door 
closure,closure catching 
top of door.

1/31/14 Classroom South hall/Rms 2A & 5B Carpentry

Levi El (2435) 3A Need 1 case of mineral 
board ceiling tile

2/14/14 Classroom Rm. 2C-A Carpentry

Levi El (2435) 3A Retrofit existing HID 
lighting with LED fixtures.

3/28/14 Electrical

Levi El (2435) 3A Two (2) ceiling light 
fixtures has electrical 
shortage or loose wires

4/3/14 Classroom North hall/Rm.1F Electrical

Levi El (2435) 3A Trouble 027 smoke 
detector

4/24/14 Hallway/Corridor Building C south Electrical

Levi El (2435) 3A 4-UNITS NOT COMING 
ON IN RM-1,2,3,6 .
PLANT MGR-
STOKES/416.8166

4/24/14 Electrical

Levi El (2435) 3A A/C MUSIC RM 2D-NOT 
COMING ON-PLANT 
MGR STOKES 416-8166 
KLR

5/8/14 Electrical

Levi El (2435) 3A 3-UNITS NOT COMING 
ON IN RM-6A,2B,6F
PLANT MGR-
STOKES/416.8166

5/12/14 Electrical



Levi El (2435) 3A Ceiling light fixture has 
bad ballast (2)

5/20/14 Classroom South hall/Rm. 7B Electrical

Levi El (2435) 3A UV RM 4A NOT COMING 
ON-PLANT MGR STOKE 
416-8166 KLR

6/3/14 Electrical

Levi El (2435) 3A Need (2) boxs of T-8 
lamps,

9/11/13 Custodial Rm. SC-A Electrical

Levi El (2435) 3A Ceiling light fixtures has 
bad ballasts (4),

9/23/13 Classroom South hall/Rm.s 3E&4B Electrical

Levi El (2435) 3A Ceiling light fixtures has 
bad ballasts (2)

9/23/13 Restroom (Boys) South hall Electrical

Levi El (2435) 3A Ceiling light fixture has 
bad ballast (1)

9/23/13 Restroom (Girls) South hall Electrical

Levi El (2435) 3A Ceiling light fixture has 
bad ballast.

9/24/13 Administration Area Main office/Rm.6C-D Electrical

Levi El (2435) 3A Ceiling light fixtures has 
bad ballast (3)

9/26/13 Cafeteria Food prep. area Electrical

Levi El (2435) 3A Need (6)150W 
lamps#46821 and 1 Box 
F17T8 Lamps

9/27/13 Custodial Plant Mgr./Rm.2C-A Electrical



Levi El (2435) 3A kitchen hood exhaust fan 
not working.

9/27/13 Cafeteria Kitchen/Rm. 5D Electrical

Levi El (2435) 3A Replace missing 
receptacle in purple hall.

9/30/13 Electrical

Levi El (2435) 3A Smoke detector room 8F 
detector #011 
malfunctioning.

10/25/13 Classroom North hall /Rm. 8F Electrical

Levi El (2435) 3A per stokes 416-8166 ahu 
rooms 6A and 5E at the 
on/off switch wires are 
burnt and smoking

10/25/13 Electrical

Levi El (2435) 3A Need 1 box of compact 
fluorescent lights for gym 
restroom/1 box of F32T8 
light tubes.

10/30/13 Custodial Plant mgr./Rm.2C-A Electrical

Levi El (2435) 3A UNIT NOT COMING ON 
IN RM-6B.
PLANT MGR-
STOKES/416.8166

11/12/13 Electrical

Levi El (2435) 3A Ceiling light fixtures have 
bad ballasts (2) each. 

11/19/13 Classroom Rms. 2D&7F Electrical

Levi El (2435) 3A Storage closet light 
fixtures (2) have bad 
ballasts

11/19/13 Classroom Room 7B Electrical

Levi El (2435) 3A Air Handler Unit #1C is 
NOT COMING ON in the 
Plant Mgrs' office (Ceiling) 
per Steve Stokes, Plant 
Mgr. 416.8166

12/5/13 Electrical



Levi El (2435) 3A Need 1 box F32-T8 Light 
tubes

12/11/13 Custodial Plant mgr. /Rm. 2C-A Electrical

Levi El (2435) 3A Replace bad ballast & light 
tubes in high ceiling ,(6) 
and 
room 4B.

7/25/13 Library Main building/ Electrical

Levi El (2435) 3A UNIT IN THE LIBRARY IS 
NOT COMING ON. SBE 
STOKES 416-8188

7/29/13 Electrical

Levi El (2435) 3A 2-UNITS NOT COMING 
ON IN GYM, & RM-2B. 
PLANT MGR-STEVE/416-
8166

7/29/13 Electrical

Levi El (2435) 3A Reset bell ring times on 
master clock I.D.#165-110 

7/31/13 Administration Area Main office/Rm.6C Electrical

Levi El (2435) 3A Electrical wall outlet 
loose,needs repair.

8/5/13 Classroom North hall/Rm.7B Electrical

Levi El (2435) 3A Electrical wall outlet 
loose,needs repair.

8/5/13 Hallway/Corridor North hall/located by 
custodial  Rm.

Electrical

Levi El (2435) 3A A/C unit NOT COMING 
ON per Mr. Steve Stokes, 
Plant Mgr. at 
901.416.8166.

8/6/13 Electrical

Levi El (2435) 3A Pull station 174 in room 
2C showing trouble at front 
panel.

8/13/13 Administration Area Falcilitator/Rm.2C Electrical



Levi El (2435) 3A Exhaust fan out of order. 8/14/13 Gym Basketball court Electrical

Levi El (2435) 3A Music Room 2D and 
Speech Therapist Room 
6D there is not air at all.  
Not working per Mr. 
Stokes 416-8166

8/22/13 Electrical

Levi El (2435) 3A Pull station 174 
malfunctioning , panel 
says trouble 001

8/26/13 Classroom South hall/Rm. 2C Electrical

Levi El (2435) 3A Music Room 2B - a/c not 
coming on at all per 
Streeter 416-8166

8/27/13 Electrical

Levi El (2435) 3A Need (3) boxs of T8 
lamps,

9/3/13 Library Rm. 3C Electrical

Levi El (2435) 3A AHU NORTH HALL-UNIT 
IS SMOKING PER SBE-
SBE SAYS MAY CALL 
FIRE DEPT-PLANT MGR 
STOKES 416-8166 KLR

1/6/14 Electrical

Levi El (2435) 3A Need one (1) case flood 
lights 90 watt , one (1) box 
of 
F32T8/28 watts

1/16/14 Custodial Plant mgr. /Rm. 2C-A Electrical

Levi El (2435) 3A Ceiling light fixture has 
bad ballast, high ceiling.

1/28/14 Hallway/Corridor Front lobby Electrical

Levi El (2435) 3A UNIT NOT COMING ON  
IN LIBRARY
PLANT MGR-
STOKES/416.8166

1/30/14 Electrical



Levi El (2435) 3A Sensor for outside lights is 
out of order.

2/4/14 Custodial roof cafeteria Electrical

Levi El (2435) 3A Two (2) boxs of F32T8-
28watt light tubes

2/19/14 Custodial Plant mgr./Rm. 2C-A Electrical

Levi El (2435) 3A School bells are not 
sounding,reset master 
clock

3/7/14 Administration Area Main office/6C Electrical

Levi El (2435) 3A 2-unit switches FAILURE, 
unit not coming on in rm-
6A,6F
PLANT MGR-
STOKES/416.8166

4/21/14 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A Repair chiller. 5/22/14 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A UV RM 7B-MAKING 
NOISES, LOOSE FAN-
PLANT MGR STOKE 416-
8166 KLR

6/3/14 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A CHILLER MECH RM-NOT 
COMING ON-PLANT 
MGR WARREN 416-8166 
KLR

6/19/14 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A RTU is NOT COMING ON 
in ROOMS 6B and 2D per 
Steve Stokes, Plant Mgr. 
416.8166

9/23/13 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A Change cooling and 
heating system from 
cooling to heat.

10/22/13 Mechanical Room Rm.7D Heating/Ventilation /Air 
Conditioning



Levi El (2435) 3A Monthly - Filter-Levi 
Elementary - Refer to PM 
schedule details.

11/11/13 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A 5-UV NOT HEATING IN 
RM-6E,5F,7F,6F,3F, & 
CAFE IS OVERHEATING 
(110)
PLANT MGR-
STOUTS/416.8166

11/13/13 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A Monthly - Filter-Levi 
Elementary - Refer to PM 
schedule details.

7/8/13 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A 5-UV NOT COOLING IN 
RM-4A,-2A, 2B,CHOIR 
RM, SCIENCE LAB.
SBE-WARREN/416-8166

7/18/13 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A UV E BLD HALL BY RM 
7E-LEAKING IN NORTH 
HALL-SBE STOKES 416-
8166 KLR

8/9/13 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A Monthly - Oil Lube & Belt-
Levi Elementary - Refer to 
PM schedule details.

1/4/14 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A Units are NOT HEATING 
in the Coach's office in the 
GYM per Mr. Stokes, Plant 
Mgr. 416.8166

1/9/14 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A Replace 3 unit vents. 1/10/14 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A Monthly - Filter-Levi 
Elementary - Refer to PM 
schedule details.

3/10/14 Heating/Ventilation /Air 
Conditioning



Levi El (2435) 3A The two outside a/c units 
stolen.

3/24/14 Gym Outside rear Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A Yearly - Oil Samples - Levi 
Elementary - Refer to PM 
schedule details.

9/10/13 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A Monthly - Air Compressor - 
Levi Elem - Refer to PM 
schedule details.

12/30/13 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A Monthly - Air Compressor - 
Levi Elem - Refer to PM 
schedule details.

7/1/13 Heating/Ventilation /Air 
Conditioning

Levi El (2435) 3A Paint walls in court area 3/24/14 Gym Basket ball court area Painting

Levi El (2435) 3A GRAFFITI IN B/RR 
YELLOW HALL.
SBE-WARREN/416-8166

7/18/13 Painting

Levi El (2435) 3A PAINT EDGES AROUND 
PLAY GROUND

1/14/14 Painting

Levi El (2435) 3A Assist with installing mop 
sink

3/31/14 Plumbing

Levi El (2435) 3A WATER TANK NOT 
RELEASING ANT HOT 
WATER THRU BLDG
PLANT MGR-
STOKES/416.6700

3/31/14 Plumbing



Levi El (2435) 3A no hot water in kitchen 4/8/14 Plumbing

Levi El (2435) 3A UV RM 7F-LEAKING-
PLANT MGR STOKES 
416-8166  KLR

4/11/14 Plumbing

Levi El (2435) 3A Floor sink faucet leaking at 
hot water vavle

4/14/14 Custodial Closet North hall/Rm. 1E-C Plumbing

Levi El (2435) 3A FOUNTAIN WON'T TURN 
OFF REAR OF GYM 
OUTSIDE 
PLANT MGR-
STOKES/416.8166

5/12/14 Plumbing

Levi El (2435) 3A Kitchen sink faucet leaking 
has bad cold water vavle

5/20/14 Cafeteria Kitchen/5D Plumbing

Levi El (2435) 3A         back flow test 6/3/14 Plumbing

Levi El (2435) 3A Disconnect convection 
oven#405303 &#405343 
and 
hook-up convection oven 
#402538 oven on-site.

6/24/14 Cafeteria kitchen Plumbing

Levi El (2435) 3A GAS LEAKING IN 
KITCHEN.
PLANT MGR-
STOKES/416.8166

9/13/13 Plumbing

Levi El (2435) 3A Toilet stopped-up. 10/2/13 Restroom (Boys) South hall/yellow pod Plumbing



Levi El (2435) 3A KETTLE HAS NO POWER 
IN CAFE.
PLANT MGR-
STOUTS/416.8166

10/17/13 Plumbing

Levi El (2435) 3A      repair leak unit class 
room.

11/15/13 Plumbing

Levi El (2435) 3A FLR DRAIN IS BACKING 
UP IN KITCHEN
PLANT MGR-
STOKES/416.6700

12/4/13 Plumbing

Levi El (2435) 3A Unstop main sewer in 
Kitchen

12/16/13 Plumbing

Levi El (2435) 3A One urnial stopped-up & 
one urnial has bad flush 
vavle(2). 

7/5/13 Restroom (Boys) East hall/by cafeteria Plumbing

Levi El (2435) 3A       back flow test 7/24/13 Plumbing

Levi El (2435) 3A Classroom work sink 
stopped-up.

8/1/13 Classroom South hall/Rm. 5A Plumbing

Levi El (2435) 3A Hand washing sink leaking 
at drain onto restroom 
floor,causing a hazard for 
slipping and falling.

8/20/13 Restroom (Boys) South hall Plumbing

Levi El (2435) 3A Classroom sink stopped-
up will not drain.

8/23/13 Classroom South hall/Rm. 2A Plumbing



Levi El (2435) 3A Classroom restroom sink 
leaking at P-trap drain.

9/5/13 Classroom North hall/Rm. 1F Plumbing

Levi El (2435) 3A Electronic hand washing 
sink is not working(won't 
dispense water)

9/5/13 Hallway/Corridor North hall/at boys restroom Plumbing

Levi El (2435) 3A Classroom rest room flush 
vavle leaking leaking.  

1/21/14 Classroom North hall/Rm.7F Plumbing

Levi El (2435) 3A Sink faucet is leaking. 1/28/14 Classroom Teachers lounge/Rm. 4C  Plumbing

Levi El (2435) 3A Repair toilet seat 2/19/14 Clinic Front lobby/Rm. 5C Plumbing

Levi El (2435) 3A Water fountain has leak in 
supply line

2/20/14 Hallway/Corridor North hall/next to room 4F Plumbing

Levi El (2435) 3A Double sink faucet leaking 
and garbage disposal 
stopped
up.

3/7/14 Cafeteria Kitchen/5D Plumbing

Levi El (2435) 3A Floor mopp sink cracked 
leaking water on floor

3/19/14 Custodial Closet North hall/Rm. 1E-C Plumbing

Levi El (2435) 3A Roof leaking water onto 
floor

6/9/14 Classroom South hall/Rm. 7B Roof



Levi El (2435) 3A Roof leaking water onto 
classroom floor.

11/25/13 Classroom  South hall /Rm. 7B Roof

Levi El (2435) 3A Roof leaks water onto floor 
when it rains. 

8/1/13 Classroom North hall/Rm.7B Roof

Levi El (2435) 3A Roof leaking water onto 
floor

2/20/14 Library Office/Rm. 3C-A Roof

Levi El (2435) 3A Roof leaking on ceiling 
tiles

2/20/14 Administration Area Office/6C Roof

Levi El (2435) 3A Roof leaking onto ceiling 
tiles.

2/24/14 Classroom Rms 7B&8A Roof

Levi El (2435) 3A Steam table missing food 
protection shields. 

9/26/13 Kitchen Cafeteria/ Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Lowrance ES (0205) 3B 3 1 41 62 67 16 57 23 4 274
Grand Total 3 1 41 62 67 16 57 23 4 274



Location Request Description Submittal Date Area Description Area Number Craft
Lowrance ES (0205) 3B Room 210, need to be 

check for mold, location far 
wall right corner.

11/25/13 Asbestos

Lowrance ES (0205) 3B The gym need floor tile 
replace.

8/23/13 Asbestos

Lowrance ES (0205) 3B The choir room on 200, 
hallway need to be 
replace.

7/19/13 Asbestos

Lowrance ES (0205) 3B Lowrance- WO 3714180 
We need telephone drops 
in rooms 401, 404, and 
416.(Request Network 
Cabling Project 
Management)

“REQUEST RECEIVED”. 

8/6/13 Cabling

Lowrance ES (0205) 3B Please mount cork strip on 
wall in room 402

6/6/14 Classroom 409 Carpentry

Lowrance ES (0205) 3B please relocate the fire 
extinguisher to the center 
of the hallway.  

6/6/14 Hallway/Corridor 300 hallway Carpentry

Lowrance ES (0205) 3B The lobby front door and 
the side outside door by 
101, is out of order.

12/12/13 Carpentry

Lowrance ES (0205) 3B The cafe. have a bulletin 
broad that need to be 
mounted.

12/19/13 Carpentry



Lowrance ES (0205) 3B Room 311, have a white 
broad that has fallen. 

12/20/13 Carpentry

Lowrance ES (0205) 3B The outside door by room 
101, the window need to 
be set.

12/20/13 Carpentry

Lowrance ES (0205) 3B Room 307, the floor tile in 
the door way need to be 
replace.

1/9/14 Carpentry

Lowrance ES (0205) 3B Move coat racks for 
installation of Promethean 
Board.

1/13/14 Classroom 402 Carpentry

Lowrance ES (0205) 3B The rooms on the 100, 
hallway need coat racks 
mount, and the school has 
the racks.

2/14/14 Carpentry

Lowrance ES (0205) 3B The gym office door is out 
of order.

2/28/14 Carpentry

Lowrance ES (0205) 3B The outside hallway doors 
by the cafe. the latch on 
the left set of doors will not 
lock.

3/4/14 Carpentry

Lowrance ES (0205) 3B The front door buzzer, the 
door is out of order.

3/18/14 Carpentry

Lowrance ES (0205) 3B The science lad. across 
from the office need the 
door rekeyed for T-CAP.

3/26/14 Carpentry



Lowrance ES (0205) 3B The 100, hallway boys 
restroom has a stall door 
that need to fix or replace.

3/26/14 Carpentry

Lowrance ES (0205) 3B The lobby front door has a 
broken window.

4/1/14 Carpentry

Lowrance ES (0205) 3B The mens restroom in the 
teacher work room the 
door is out of order.

4/1/14 Carpentry

Lowrance ES (0205) 3B Room 404, has a restroom 
that the lock on the door is 
out of order the door will 
not open.

5/15/14 Carpentry

Lowrance ES (0205) 3B Room 153, have a broken 
emergency window, a big 
rock hit it.

5/19/14 Carpentry

Lowrance ES (0205) 3B The railing is broken 
leading to one of the 
portables.  This has 
created a safety hazard.

11/13/13 Portables Carpentry

Lowrance ES (0205) 3B The work room  girls 
restroom the lock is out of 
order,location 200,hallway.

11/1/13 Carpentry

Lowrance ES (0205) 3B The front office, in the spo 
office there is a room 
divider that need to be 
attach to the wall.

10/18/13 Carpentry

Lowrance ES (0205) 3B The school need a bundle 
2910A, ceiling tile.

9/4/13 Carpentry



Lowrance ES (0205) 3B The guard around the 
bottom of the basketball 
goal in the gym need to be 
repaired.

9/11/13 Carpentry

Lowrance ES (0205) 3B There are fallen tile that 
need to be replace in cafe.

9/11/13 Carpentry

Lowrance ES (0205) 3B The boys and girls 
restroom,the ceiling need 
to be repaired.

9/11/13 Carpentry

Lowrance ES (0205) 3B The garage on the back of 
the plane mgr. office, the 
inside lock is broke.

9/23/13 Carpentry

Lowrance ES (0205) 3B The cafe. need a ceiling 
tile change around a 
sprinkler head.

9/3/13 Carpentry

Lowrance ES (0205) 3B The 300, hallway has 
ceiling tile that ned to be 
cut and replace.

8/23/13 Carpentry

Lowrance ES (0205) 3B Room 103, the lock is out 
of order.

8/28/13 Carpentry

Lowrance ES (0205) 3B The ceiling in the men 
restroom in the gym need 
to be repaired.

7/19/13 Carpentry

Lowrance ES (0205) 3B The 200, hallway need a 
ceiling tile replace around 
a sprinkler head.

7/31/13 Carpentry



Lowrance ES (0205) 3B Room 210, need a coat 
rack install.

7/31/13 Carpentry

Lowrance ES (0205) 3B The 500 hallway boys 
restroom there is a stall 
door that need to be 
replace.

7/26/13 Carpentry

Lowrance ES (0205) 3B The lobby front door need 
some hardward replace.

8/6/13 Carpentry

Lowrance ES (0205) 3B Room 210, need a four 
foot coat rack.

8/12/13 Carpentry

Lowrance ES (0205) 3B Room 304, the lock is out 
of order

8/12/13 Carpentry

Lowrance ES (0205) 3B There is some office 
furniture that need to be 
dissemble and resemble in 
room 416.

7/24/13 Carpentry

Lowrance ES (0205) 3B Room 140. need a set of 
coat rakes.

2/25/14 Carpentry

Lowrance ES (0205) 3B Room 302, have a broken 
teacher desk leg.

7/30/13 Carpentry

Lowrance ES (0205) 3B The lockers on the 100 
and 200, hallway need to 
be remover.

10/31/13 Carpentry



Lowrance ES (0205) 3B Request for the installation 
of side goals in the gym.  
The school has never 
been equipped with side 
goals.

11/13/13 Gym Carpentry

Lowrance ES (0205) 3B The 500, hallway clock 
need a battery.

12/9/13 Electrical

Lowrance ES (0205) 3B Room 309, has a light 
ballast out. 

12/12/13 Electrical

Lowrance ES (0205) 3B The clock in the kitchen is 
out of order.

12/12/13 Electrical

Lowrance ES (0205) 3B The outside light timer 
need to be adjust, need to 
come on about 5:00p.m..

12/17/13 Electrical

Lowrance ES (0205) 3B The emergency light 
across from 134 is out of 
order.

12/17/13 Electrical

Lowrance ES (0205) 3B The hallway ceiling 
heaters are out of order, 
on the 500, 300 and 200 
by the outside doors

1/6/14 Electrical

Lowrance ES (0205) 3B The lobby has a light 
ballast out.

1/9/14 Electrical

Lowrance ES (0205) 3B Room 106, the wall rec. 
are out of order and the 
breaker will not break back 
in the box.

1/14/14 Electrical



Lowrance ES (0205) 3B Room 413, has a light 
ballast out.

1/16/14 Electrical

Lowrance ES (0205) 3B The eastside driveway has 
three pole out of order.

1/23/14 Electrical

Lowrance ES (0205) 3B The teachers badges are 
not working on the outside 
doors.

2/14/14 Electrical

Lowrance ES (0205) 3B Room 317, has a light 
ballast out.

2/21/14 Electrical

Lowrance ES (0205) 3B the kitchen vent hood is 
out of order.

2/24/14 Electrical

Lowrance ES (0205) 3B Room 315, has a light 
ballast out.

3/4/14 Electrical

Lowrance ES (0205) 3B The gym has three light 
out.

3/18/14 Electrical

Lowrance ES (0205) 3B The front outside canopy 
has a light out.

3/26/14 Electrical

Lowrance ES (0205) 3B The alarm pad is out of 
order will not set without 
override.

3/31/14 Electrical



Lowrance ES (0205) 3B The gym end motor on the 
bleachers is out of order 
and the school have a 
game in two weeks.

4/10/14 Electrical

Lowrance ES (0205) 3B The office has a light 
ballast out of order.

4/22/14 Electrical

Lowrance ES (0205) 3B The teacher lounge across 
from the science lab. has a 
ballast out.

5/9/14 Electrical

Lowrance ES (0205) 3B The teacher lounge on the 
200, hallway both 
restroom, the exhaust fans 
are out of order.

11/15/13 Electrical

Lowrance ES (0205) 3B The exit light on the 200, 
hallway across from the 
science is out of order.

11/19/13 Electrical

Lowrance ES (0205) 3B The exit light on the 400, 
hallway over the outside 
doors is out of order.

11/19/13 Electrical

Lowrance ES (0205) 3B The gym has four ceiling 
light.

11/20/13 Electrical

Lowrance ES (0205) 3B The 200, 300,and 
500,hallway ceiling heater 
are out of order.

11/26/13 Electrical

Lowrance ES (0205) 3B The 500, hallway the 
ceiling heater fan is out of 
order.

12/3/13 Electrical



Lowrance ES (0205) 3B Reset time clocks on 
outdoor lights.

11/5/13 Electrical

Lowrance ES (0205) 3B The 400, hallway exhaust 
fan is out of order.

11/1/13 Electrical

Lowrance ES (0205) 3B The teacher lounge 
exhaust fan in the ladies 
restroom is out of order.

11/5/13 Electrical

Lowrance ES (0205) 3B The outside lights on the 
front of he 500, hallway 
are out of order.

10/16/13 Electrical

Lowrance ES (0205) 3B The gym has one 
emergency light out and 
the cafe. has two exit 
lights out of order.

10/16/13 Electrical

Lowrance ES (0205) 3B The 400, hallway restroom 
the exhaust fan is out of 
order.

10/17/13 Electrical

Lowrance ES (0205) 3B The pole light outside the 
300, door way is out of 
order.

10/17/13 Electrical

Lowrance ES (0205) 3B The cafe. has three ceiling 
lights out.

10/21/13 Electrical

Lowrance ES (0205) 3B Verify burglar alarm data 
base.

10/23/13 Electrical



Lowrance ES (0205) 3B  The ceiling heaters on the 
300 and 200, hallways are 
out of order.

10/25/13 Electrical

Lowrance ES (0205) 3B The 200 and 300, hallway 
the ceiling heater are out 
of order.

10/25/13 Electrical

Lowrance ES (0205) 3B The exit light by the plant 
Mgr. office is out of order.

10/29/13 Electrical

Lowrance ES (0205) 3B The exit light on the 400, 
hallway over the outside 
doors leading to the 
playground is out of order.

10/29/13 Electrical

Lowrance ES (0205) 3B The school alarm is 
picking up a zone 61 and 
the cleaning people can 
not set it at night. 

10/31/13 Electrical

Lowrance ES (0205) 3B The office has a smell, 
something like electrical.

9/4/13 Electrical

Lowrance ES (0205) 3B The 300, hallway access 
doors are out of order.

9/6/13 Electrical

Lowrance ES (0205) 3B The cafe. has four ceiling 
light out.

9/16/13 Electrical

Lowrance ES (0205) 3B The gym has a set of 
bleachers that is out of 
order.

9/18/13 Electrical



Lowrance ES (0205) 3B The Electronic Access 
Panel leading into the 300 
hallway is not functioning.

9/2/13 Hallway/Corridor 300 Hall Electrical

Lowrance ES (0205) 3B The simplex box in the 
office need the bells and 
times change.

8/5/13 Electrical

Lowrance ES (0205) 3B Please reset door times to 
the following due to 
change in school start 
time:
Doors unlock 7:30 - 8:00 
am for morning entry
Doors unlock 3:00 - 3:30 
pm for afternoon exit

8/6/13 Administration Area Electrical

Lowrance ES (0205) 3B The lights around front of 
the building need to be 
check and under the 
canopy. Lights are out.

8/27/13 Electrical

Lowrance ES (0205) 3B Urgent test and turn in by 
7/29/2013. Retest 
Generator.

7/24/13 Electrical

Lowrance ES (0205) 3B There is a zone and 
motion senor out order in 
the cafe..

7/22/13 Electrical

Lowrance ES (0205) 3B The cafe. outside door 
need to be check.

7/24/13 Electrical

Lowrance ES (0205) 3B Go through electrical of 
the building with the new 
plant manager. 

7/11/13 Electrical

Lowrance ES (0205) 3B Please run Test.
Level 2 Facilities
ETSS annual load test
NFPA 110

7/11/13 Electrical



Lowrance ES (0205) 3B Install new plant manager 
codes.

7/16/13 Electrical

Lowrance ES (0205) 3B Receiving calls from 
Johnson Controls every 
night regarding a Burglar 
Alarm North Hall, which 
resets after a couple of 
seconds.

7/18/13 Hallway/Corridor Electrical

Lowrance ES (0205) 3B The 400, hallway restroom 
the exhaust fan is out of 
order.

7/31/13 Electrical

Lowrance ES (0205) 3B There is a ceiling light 
cover hanging in the cafe.

8/5/13 Electrical

Lowrance ES (0205) 3B The 300, hallway the 
access door is out of 
order.

8/9/13 Electrical

Lowrance ES (0205) 3B The pole lights around the 
side and the back of the 
building need to be 
replace. 

8/13/13 Electrical

Lowrance ES (0205) 3B The fire alarm need to be 
check,it is picking up 
something from the north 
hallway all the time.

8/13/13 Electrical

Lowrance ES (0205) 3B Panel giving trouble signal 
every 30 minutes or so...  
North hall alarm

8/13/13 Administration Area Electrical

Lowrance ES (0205) 3B The 300, hallway restroom 
the exhaust fan is out of 
order.

8/14/13 Electrical



Lowrance ES (0205) 3B Clean the units in the 
kitchen and the gym.

6/4/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 404,the heater is 
out of order.

12/9/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 305 and 304, the 
heaters are out of order.

12/9/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 415 and 416, the air 
is out of order. 

12/10/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 107, has a strange 
smell.

12/16/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 107, the heat is out 
of order.

12/16/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 107, 204 and the 
500 room no heat. 

1/7/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 304, the heat is out 
of order.

1/9/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Heat is not working in 
rooms 202, 203, 204,  & 
205

1/13/14 Heating/Ventilation /Air 
Conditioning



Lowrance ES (0205) 3B Room 207, the heater is 
out of order.

1/17/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 107, the heat is out 
of order.

1/21/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 413, the heat is out 
of order.

1/21/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 104, the heat is out 
of order.

1/24/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 402, the heat is out 
of order.

1/24/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 413, the heat is out 
of order.

1/24/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 303, the heat is out 
of order.

1/28/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B The gym heat is out of 
order.

1/28/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 156, the heat is out 
of order.

2/6/14 Heating/Ventilation /Air 
Conditioning



Lowrance ES (0205) 3B Room 304, the heat is out 
of order.

2/6/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B The gym heat is out of 
order.

2/10/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 209, the heat is out 
of order.

2/25/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B check no heat in 209 2/26/14 Rm 209 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 402, the air unit is 
out of order.

3/20/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 212, the heat is out 
of order.

3/26/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B The 500, hallway and 
room 203, the air is out of 
order.

4/3/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 104, the heat is out 
of order.

4/4/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 203, the air is out of 
order.

4/23/14 Heating/Ventilation /Air 
Conditioning



Lowrance ES (0205) 3B Room 309, the air is out of 
order

5/5/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 203,and 207, is out 
of order.

5/5/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Rooms 309, 310 and 311 
the air is out of order.

5/12/14 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B The heat on the 200, 
hallway is out of order.

11/13/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B The school has a home 
game on 11/18 need the 
gym unit on till 7:00pm.

11/13/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 104, the heat is out 
of order

11/25/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B These heaters are out of 
order,510,505,103,506,50
2, 501,103, and 410,408.

11/25/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 306, the heater is 
out of order.

11/25/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B The 500, hallway ,the heat 
is out of order.

12/2/13 Heating/Ventilation /Air 
Conditioning



Lowrance ES (0205) 3B The gym heater is out of 
order.

12/2/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 212, the unit is out 
of order.

11/5/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B No A/C in 310 10/1/13 Rm 310 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B PM Aaon and 
gym,cafeteria

10/7/13 Aaon,gym,cafe Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Replace heat exchangers 
in cafe units

10/16/13 Cafe Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Service Heat and A/C on 
main part of building

10/16/13 Main part of building Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 411, the heat is out 
of order.

10/22/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Gym unit making noise 10/24/13 Gym unit Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 107, the air unit is 
out of order.

10/25/13 Heating/Ventilation /Air 
Conditioning



Lowrance ES (0205) 3B Room 104, has no heat. 10/25/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B The AC is not working in 
room 105

10/28/13 Classroom Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 102, the air is out of 
order.

9/4/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B ROOM 502 IS NOT 
COOLING

9/10/13 ROOM 502 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 502, the air is out of 
order.

9/10/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B The cafe. air unit is 
leaking.

9/12/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 310, the air is out of 
order.

9/26/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B PM kitchen unit 9/3/13 Kitchen Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 408, the air is out of 
order.

8/20/13 Heating/Ventilation /Air 
Conditioning



Lowrance ES (0205) 3B Room  412, the air is out 
of order.

8/26/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B The clinic air is out of 
order

8/8/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 210, has a air unit 
leak.

8/9/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 413, the air is out of 
order.

8/5/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 411, the air is out of 
order.

7/30/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B A/C in room 310 not 
cooling

8/3/13 Rm 311 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 315, the air is out of 
order.

8/5/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B EMS MASTER IS OFF 
LINE

7/19/13 EMS MASTER Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Check no cool rm's 
108,213,416,414,twa,com
puter lab

7/19/13 Heating/Ventilation /Air 
Conditioning



Lowrance ES (0205) 3B EMS MASTER IS ON 
LINE - THREE OF THE IO 
MODULES ARE OFF 
LINE

7/18/13 EMS MASTER Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Cafe A/C noy cooling 7/26/13 Cafe Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B Room 310, the air is out of 
order.

8/6/13 Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B PM kitchen 7/10/13 kitchen Heating/Ventilation /Air 
Conditioning

Lowrance ES (0205) 3B The girls locker room need 
ceiling repaired.

7/25/13 Painting

Lowrance ES (0205) 3B The girls and boys ceiling 
had some work done,now 
it need to be painted.

8/16/13 Painting

Lowrance ES (0205) 3B The gym boys and girls 
restroom ceiling had some 
work done, now they both 
need some painted.

8/16/13 Painting

Lowrance ES (0205) 3B I am requesting a line 
painted on the sidewalk 
behind the school for 
safety.  We have students 
walking to school and 
parents dropping off 
students in the same area.  
The line would serve as a 

9/2/13 Parking Lot Painting

Lowrance ES (0205) 3B The restrooms on 
100,200,and 300, hallway 
need the stall doors 
painted 

9/3/13 Painting



Lowrance ES (0205) 3B The boys and girls 
restroom ceiling need to 
be muddy, tape and 
painted.

11/5/13 Painting

Lowrance ES (0205) 3B The gym boys and girls 
restroom ceiling need to 
be muddy,tape and 
painted.

11/5/13 Painting

Lowrance ES (0205) 3B Request for fire line and 
parking space lines to be 
painted.

11/13/13 Parking Lot Painting

Lowrance ES (0205) 3B Request to have parking 
lines (parallel) painted on 
the asphalt area on the 
East side to the school.  
Currently there is limited 
parking for parents, which 
causes them to park in the 
fire lane.  These lines 

12/3/13 Parking Lot Painting

Lowrance ES (0205) 3B Please paint the clinic 
restroom.

6/6/14 Clinic Clinic restroom Painting

Lowrance ES (0205) 3B Please paint the wall in the 
band room have small 
section that needs 
painting.

6/10/14 Classroom band room Painting

Lowrance ES (0205) 3B Please paint the corner 
between room 209 and 
210 it need some touch up 
painting.

6/10/14 Classroom 209 and 210 Painting

Lowrance ES (0205) 3B Request for a stripe to be 
painted on the sidewalk 
leading to the rear of the 
school for safety.  The 
stripe will serve as a visual 
to keep students that are 
walking a safe distance 
from moving cars.

11/13/13 Painting

Lowrance ES (0205) 3B The lobby outside doors 
need to be painted.

1/2/14 Painting



Lowrance ES (0205) 3B The bottom half of the 
hallway walls need a paint 
touch up.

9/11/13 Painting

Lowrance ES (0205) 3B touch paint in hallway 9/26/13 Painting

Lowrance ES (0205) 3B Please repair the outside 
faucet in the graden 
area,valve came  out.

6/4/14 Courtyard Graden area Plumbing

Lowrance ES (0205) 3B The water fountain across 
from the gym the handle in 
front is broken.

12/12/13 Plumbing

Lowrance ES (0205) 3B The plot is on steam kettle 
is out  and the sink on the 
serving line has no 
pressure. 

12/12/13 Plumbing

Lowrance ES (0205) 3B The boys restroom in the 
gym the sink faucet is 
leaking.

12/13/13 Plumbing

Lowrance ES (0205) 3B The boys restroom on the 
300, hallway across from 
the gym has a urinal 
leaking.

1/28/14 Plumbing

Lowrance ES (0205) 3B The 200, hallway boys 
restroom has a toilet stop 
up.

2/12/14 Plumbing

Lowrance ES (0205) 3B 3 compartment sinks in 
first compartrment the 
handle to open and close 
drain came off and sink will 
not drain.

2/14/14 Kitchen Plumbing



Lowrance ES (0205) 3B The kitchen, the three 
compartment sink, the 
drain off handle has come 
off.

2/20/14 Plumbing

Lowrance ES (0205) 3B The kitchen hand sink and 
mop sink is out of order.

2/24/14 Plumbing

Lowrance ES (0205) 3B The science lad eye wash 
is out of order.

2/24/14 Plumbing

Lowrance ES (0205) 3B The restroom on the 100. 
hallway has a urinal out of 
order. 

2/25/14 Plumbing

Lowrance ES (0205) 3B The restroom on the 300, 
hallway have a faucet that 
is leaking.

2/28/14 Plumbing

Lowrance ES (0205) 3B Test the following RP. 
146090.

3/11/14 Plumbing

Lowrance ES (0205) 3B Test the following RP. 
146089.

3/11/14 Plumbing

Lowrance ES (0205) 3B Test the following RP. 
273218.

3/11/14 Plumbing

Lowrance ES (0205) 3B Test the following RP. 
273211.

3/11/14 Plumbing



Lowrance ES (0205) 3B Test the following RP. 
09241.

3/11/14 Plumbing

Lowrance ES (0205) 3B Test the following RP. 
272745.

3/11/14 Plumbing

Lowrance ES (0205) 3B The 400, hallway girls 
restroom has a toilet 
leaking.

3/17/14 Plumbing

Lowrance ES (0205) 3B The boys restroom on the 
400, hallway has a urinal 
out of order.

3/20/14 Plumbing

Lowrance ES (0205) 3B The 300, hallway boys 
restroom has a urinal out 
of order.

3/28/14 Plumbing

Lowrance ES (0205) 3B The 200, hallway girls 
restroom has a toilet out of 
order.

4/4/14 Plumbing

Lowrance ES (0205) 3B The 100, hallway boys 
restroom has a urinal out 
of order.

4/17/14 Plumbing

Lowrance ES (0205) 3B The girls restroom on the 
200. hallway has a toilet 
out of order.

4/23/14 Plumbing

Lowrance ES (0205) 3B The 400, hallway girls 
restroom one of the sinks 
is out of order.

4/25/14 Plumbing



Lowrance ES (0205) 3B The 300, hall boys 
restroom has a urinal that 
is leaking. 

5/19/14 Plumbing

Lowrance ES (0205) 3B The clinic sink is leaking. 5/23/14 Plumbing

Lowrance ES (0205) 3B The 400, hallway boys 
restroom has a urinal that 
is out of order.

11/14/13 Plumbing

Lowrance ES (0205) 3B The kitchen steamer is out 
of order and the boiling pot 
pilot need to be lit.

11/22/13 Plumbing

Lowrance ES (0205) 3B The gym boys restroom 
the toilet is leaking.

11/6/13 Plumbing

Lowrance ES (0205) 3B The eye wash in the 
science lab by the office is 
leaking.

11/6/13 Plumbing

Lowrance ES (0205) 3B The drain in back of cafe 
need to be flush out.

10/31/13 Plumbing

Lowrance ES (0205) 3B Gas leak in the kitchen. 11/1/13 Plumbing

Lowrance ES (0205) 3B The boys restroom across 
from the gym has a urinal 
out of order.

11/5/13 Plumbing



Lowrance ES (0205) 3B The water fountain on the 
500, hallway need to be 
adjusted.

9/30/13 Plumbing

Lowrance ES (0205) 3B The storage room on the 
500, hallway the drain is 
stop up.

10/2/13 Plumbing

Lowrance ES (0205) 3B The 500, hallway water 
fountains,are all leaking.

10/4/13 Plumbing

Lowrance ES (0205) 3B The boys restroom across 
from 207, one of the toilet 
is stop up.

10/14/13 Plumbing

Lowrance ES (0205) 3B The 300, hallway boys 
restroom has a urinal out 
of order.

10/18/13 Plumbing

Lowrance ES (0205) 3B The 300, girls restroom 
has a toilet , that is loose 
on the floor.

10/24/13 Plumbing

Lowrance ES (0205) 3B The workroom on the 200 
hallway the restroom has a 
sink faucet leaking.

10/28/13 Plumbing

Lowrance ES (0205) 3B The 400, hallway boys 
restroom has a urinal that 
out of order. 

10/28/13 Plumbing

Lowrance ES (0205) 3B The kitchen mop room,the 
drain is clog up.

9/25/13 Plumbing



Lowrance ES (0205) 3B The 300, hallway boys 
restroom there is a toilet 
out of order.

8/6/13 Plumbing

Lowrance ES (0205) 3B The 100, hallway the boys 
restroom has a urinal 
leaking from the handle.

8/6/13 Plumbing

Lowrance ES (0205) 3B The 300, hallway the boys 
restroom has a urinal 
leaking from the top.

8/19/13 Plumbing

Lowrance ES (0205) 3B The gym  boys restroom 
the toilet has a leak and 
the girls restroom need a 
toilet seat. 

8/22/13 Plumbing

Lowrance ES (0205) 3B The gym girls restroom the 
sink is out of order.

8/23/13 Plumbing

Lowrance ES (0205) 3B The gym outside faucet on 
the back will not cut off.

8/26/13 Plumbing

Lowrance ES (0205) 3B The gym girls locker room 
has a shower leak and the 
cust. closet by boys locker 
room has a water leak.

7/25/13 Plumbing

Lowrance ES (0205) 3B 200 hallway toilet stopped 
up.

7/22/13 Plumbing

Lowrance ES (0205) 3B prior to merger
respond to call water 
running out of drain pipe

7/16/13 Plumbing



Lowrance ES (0205) 3B Please assist Holmes 
Services with the cleaning 
of grease traps.

8/1/13 Plumbing

Lowrance ES (0205) 3B The 100, hallway girls 
restroom has a toilet 
leaking.

8/7/13 Plumbing

Lowrance ES (0205) 3B The girls restroom on the 
400, hallway has a toilet 
that will not flush.

8/12/13 Plumbing

Lowrance ES (0205) 3B Hall 100 urinal not 
working.

7/15/13 Plumbing

Lowrance ES (0205) 3B 300 hallway urinal leaking. 7/22/13 Plumbing

Lowrance ES (0205) 3B Please repair the leak in 
room 101 it is leaking 
above the window in the 
classroom.

6/10/14 Classroom Room 101 Roof

Lowrance ES (0205) 3B Please check for leak in 
the hallway by room 101 it 
look like it's leaking around 
or from the Air unit

6/10/14 Hallway/Corridor in hall way by room 101 Roof

Lowrance ES (0205) 3B Please repair the leak in 
the gym it is leaking on the 
side near the bleaches.

6/10/14 Gym Gym Roof

Lowrance ES (0205) 3B Please check the leak in 
the band room there is a 
leak that is coming out of 
the air unit dont know if it 
is as roof or A/C issue.

6/10/14 Classroom band room Roof



Lowrance ES (0205) 3B Room 101, has a bad 
ceiling leak.

6/26/14 Roof

Lowrance ES (0205) 3B The gym, cafe. and 
serving line, room 101 has 
ceiling leaks.

6/30/14 Roof

Lowrance ES (0205) 3B Room 101, has a ceiling 
leak.

12/9/13 Roof

Lowrance ES (0205) 3B We have a leak in the 
hallway on the 300 hall, 
and three leaks in the gym.

1/13/14 Roof

Lowrance ES (0205) 3B The gym has ceiling leaks. 1/14/14 Roof

Lowrance ES (0205) 3B The 300, hallway have 
ceiling leaks, across from 
the restroom next to the 
outside gym wall.

1/15/14 Roof

Lowrance ES (0205) 3B The gym have three 
ceiling leaks need help.

2/5/14 Roof

Lowrance ES (0205) 3B Room 211, has a ceiling 
leak.

2/5/14 Roof

Lowrance ES (0205) 3B The gym has a bad ceiling 
leak ,it is causing the floor 
tile to come up.

4/1/14 Roof



Lowrance ES (0205) 3B The gym have a ceiling 
leak in two place inside 
and a leak on the outside 
wall facing the on restroom 
on the 300, hallway.

4/28/14 Roof

Lowrance ES (0205) 3B The gym has three bad 
ceiling leaks, the cafe. two 
leaks on the serving line 
and the lobby has a leak in 
front of the 100, hallway.

5/14/14 Roof

Lowrance ES (0205) 3B The main office have a 
leak in Mrs. Stewart office.

5/14/14 Roof

Lowrance ES (0205) 3B The gym has a leak and 
there is a leak across from 
the restroom on the 
300,hallway

10/31/13 Roof

Lowrance ES (0205) 3B The conference room in 
the office has a ceiling 
leak.

10/31/13 Roof

Lowrance ES (0205) 3B The gym has a ceiling 
leak.

10/16/13 Roof

Lowrance ES (0205) 3B Room 215, has a ceiling 
leak.

10/16/13 Roof

Lowrance ES (0205) 3B Room 415, the gym and 
the lobby never the 
100,hallway have leaks

9/23/13 Roof

Lowrance ES (0205) 3B These room have ceiling 
leaks 215,209 and 411 
gym.

7/25/13 Roof



Lowrance ES (0205) 3B The kitchen has a ceiling 
leak.

9/30/13 Roof

Lowrance ES (0205) 3B Provide metal to repair 
door.

1/23/14 Sheet Metal

Lowrance ES (0205) 3B The cafe. has a table that 
need to be welded.

5/16/14 Sheet Metal

Lowrance ES (0205) 3B The cafe. has a table that 
need to be weld.

11/5/13 Sheet Metal

Lowrance ES (0205) 3B metal stair nosing for choir 
room 

8/15/13 Classroom choir rm. Sheet Metal



Count of Craft Craft
Location Carpentry Electrical HVAC Plumbing Roof Sheet Metal Grand Total

Manor Lake El (2483) 3A 16 37 23 16 10 1 103
Grand Total 16 37 23 16 10 1 103



Location Request Description Submittal Date Area Description Area Number Craft
Manor Lake El (2483) 3A The main entrance door 

will not close may need 
new pump.THANKS

10/21/13 Administration Area front entrance door Carpentry

Manor Lake El (2483) 3A Has a broken hinge on the 
swing  door on  the front 
counter.THANKS  

11/4/13 Administration Area MAIN OFFICE Carpentry

Manor Lake El (2483) 3A Stall door will need hinge 
replace THANKS

12/17/13 Restroom (Boys) EAST HALL Carpentry

Manor Lake El (2483) 3A Will need a hook for flag to 
be hang unable to let up 
flage.

1/29/14 Grounds front parking are Carpentry

Manor Lake El (2483) 3A Has stall door with broken 
hinges in boys restroom 
THANKS.

2/4/14 Restroom (Boys) east hall Carpentry

Manor Lake El (2483) 3A Will need 2x4x5/8 
acoustical ceiling title for 
Manor Lake and Geeter 
midle school one bundle at 
each location THANKS

2/7/14 1st Floor p/m office Carpentry

Manor Lake El (2483) 3A Will need two bundles of 
acoustical material 
24x48x5/8 THANKS .

2/18/14 Classroom thu out Carpentry

Manor Lake El (2483) 3A The safety latch are 
broken at the back 
entrance at the buzz in 
door latch will need 
replace THANKS

7/30/13 1st Floor BACK ENTRANCE Carpentry



Manor Lake El (2483) 3A Has a stall door down with 
broken hinges. THANKS

8/27/13 Restroom (Girls) east hallway Carpentry

Manor Lake El (2483) 3A per mcfarland 416-8081 
floor drain in kitchen is not 
secure (not screwed into 
floor) and a hazard

3/19/14 Carpentry

Manor Lake El (2483) 3A DOOR KNOB HAS CAME 
OFF IN TEACHERS' 
LOUNGE.
PLANT MGR-
MCFARLAND/268.5012

3/19/14 Carpentry

Manor Lake El (2483) 3A Has panic bar has broken 
from door need repair 
THANKS .

4/10/14 Classroom compurter lab. Carpentry

Manor Lake El (2483) 3A Front entrance door will 
not shut SAFETY 
HAZARD THANKS

4/22/14 Administration Area front entrance Carpentry

Manor Lake El (2483) 3A Will need three bundles of 
acoustical material 
24x48x5/8 ceiling tile. 
THANKS

4/30/14 Classroom HALLWAYS Carpentry

Manor Lake El (2483) 3A Front entrance do not shut 
very hard THANKS

5/5/14 Hallway/Corridor front right door Carpentry

Manor Lake El (2483) 3A We are asking for our 
stage to be handicap 
accessible for a disable 
student THANKS. 

10/4/13 Cafeteria stage Carpentry

Manor Lake El (2483) 3A Has a light pole that not on 
SAFETY HAZARD dark for 
the cafe. manager. 
THANKS

10/15/13 Parking Lot EAST/END Electrical



Manor Lake El (2483) 3A SCHOOL BELLS 
CONTINUES TO RING.
PLANT MGR-HURSE/574-
1660

10/25/13 Electrical

Manor Lake El (2483) 3A Bulbs has been change 
will need ballast THANKS

11/21/13 Administration Area main office Electrical

Manor Lake El (2483) 3A The light covers are very 
dark need replace very 
poor lighting  SAFETY 
HAZARD THANKS.

11/21/13 Cafetorium cafeteria Electrical

Manor Lake El (2483) 3A Has a old electrical box 
stan up from floor need to 
be remove trip HAZARD 
THANKS.

12/4/13 Cafeteria kitchen Electrical

Manor Lake El (2483) 3A FIRE ALARM SYSTEM-
SHOWING TROUBLE-
PLANT MGR McFARLANE 
416-8170 KLR

1/13/14 Electrical

Manor Lake El (2483) 3A BELL CONSTANTLY 
RINGING ON THE 
SOUTH WALL-CAN'T 
CUT OFF & THEY ARE 
TESTING-PLANT MGR 
McFARLANE 416-8150 
KLR

2/11/14 Electrical

Manor Lake El (2483) 3A Has lighta out in the library 
area and hallway bulbs 
has been change will need 
ballast THANKS

2/18/14 Library OFFICE Electrical

Manor Lake El (2483) 3A Bulbs has been change 
will need ballast.

2/20/14 Hallway/Corridor east hall Electrical

Manor Lake El (2483) 3A Bulbs has been change 
need ballast THANKS

2/20/14 Administration Area front entrance Electrical



Manor Lake El (2483) 3A Emergency lights in the 
cafeteria are not coming 
on SAFETY HAZARD 
THANKS.

2/20/14 Cafeteria ON THE WALLS Electrical

Manor Lake El (2483) 3A The receptacle in the floor 
for the steam table not 
working.Will need to be 
replace THANKS.

2/24/14 Cafetorium servant line Electrical

Manor Lake El (2483) 3A Will need two 2x2 light 
cover,ten 1x4 light cover 
and two 2x4 light cover 
THANKS

2/26/14 Administration Area office /music rm. Electrical

Manor Lake El (2483) 3A Bulbs has been change 
will need ballast THANKS.

2/28/14 Administration Area facilitator area Electrical

Manor Lake El (2483) 3A Light are out at cafeteria 
door entrance very dark 
THANKS.

2/28/14 Cafetorium cafe. entrance Electrical

Manor Lake El (2483) 3A Has a 4020 fire alarm 
control system in a trouble 
will need reset no.020 
THANKS 

7/22/13 Administration Area main office Electrical

Manor Lake El (2483) 3A Will need school bell set 
for new time THANKS.

7/24/13 Administration Area main/office Electrical

Manor Lake El (2483) 3A Their are outside light out 
in the SE parking lot the 
east side all lights are out  
and the west also out very 
dark SAFETY HAZARD  
THANKS

8/8/13 Parking Lot south/east Electrical

Manor Lake El (2483) 3A Has electrical switch on 
the north wall of the stage 
, need replace. Safety 
Hazard THANKS

8/22/13 Cafetorium on stage Electrical



Manor Lake El (2483) 3A Bulbs has been change 
will need ballast. THANKS

8/27/13 Administration Area conference rm. Electrical

Manor Lake El (2483) 3A Their are receptacle with 
no power on the 
south/east wall THANKS.

8/28/13 Classroom coach classroom Electrical

Manor Lake El (2483) 3A Their are several bad 
breakers not working and 
blow lights not on 
THANKS.

9/18/13 Gym west/wall Electrical

Manor Lake El (2483) 3A Clock will need to be reset 
time are off THANKS.

3/18/14 Administration Area MAIN OFFICE Electrical

Manor Lake El (2483) 3A Blubs has been change 
will need ballast THANKS 

3/19/14 Kitchen dish washer rm. Electrical

Manor Lake El (2483) 3A The clock on our north 
wall, and thu out the 
building time are off wil 
need to be reset or replace 
THANKS.

3/24/14 Cafetorium north wall Electrical

Manor Lake El (2483) 3A Bulbs has been change 
will need ballast THANKS

4/7/14 Classroom RM.13,23 and library Electrical

Manor Lake El (2483) 3A Bulbs has been change 
will need ballast THANKS

4/7/14 Hallway/Corridor south/center Electrical

Manor Lake El (2483) 3A Has to replace lens on out 
side light on west end of 
building THANKS

4/10/14 Grounds east of building Electrical



Manor Lake El (2483) 3A Bulbs has been change 
will need ballast.THANKS

4/10/14 Classroom RM.20,14 Electrical

Manor Lake El (2483) 3A Has three clock on west 
side of building that need 
repair THANKS.

4/17/14 Hallway/Corridor west  end clock Electrical

Manor Lake El (2483) 3A Blubs has been change 
will need ballast THANKS.

4/22/14 Hallway/Corridor back entrance Electrical

Manor Lake El (2483) 3A Has a clock on the north 
wall need to be repair of 
testing THANKS.

4/23/14 Administration Area computer lab. Electrical

Manor Lake El (2483) 3A Will need three boxes of 
light bulbs T/A fluorescent 
.THANKS

4/30/14 Hallway/Corridor classrooms Electrical

Manor Lake El (2483) 3A Need lens for lights in 
cafeteria THANKS

5/9/14 Cafeteria cafeteria Electrical

Manor Lake El (2483) 3A WILL need a case of HI-
PRO spiral 40W Bright 
White 4100K LIGHT 
BLUBS. THANKS

5/19/14 Cafetorium STAGE Electrical

Manor Lake El (2483) 3A Bulbs has been change 
need ballast THANKS

6/9/14 Classroom rm.4,2 Electrical

Manor Lake El (2483) 3A POWER OUTAGE - 
COMPLETELY OUT

6/23/14 Electrical



Manor Lake El (2483) 3A Monthly - Filter-Manor 
Lake Elem - Refer to PM 
schedule details.

6/28/14 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A Monthly - Filter-Manor 
Lake Elem - Refer to PM 
schedule details.

11/2/13 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A 5-RTU NOT HEATING IN 
CAFE, RM-15,17,20,21.
PLANT MGR-
MCFARLAND/268.5012

11/12/13 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A Cafeteria blowing cold air 
per Mr. McFarland 416-
0808

12/4/13 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A RTU NOT HEATING IN 
CAFE
PLANT MGR-
MCFARLAND/268.5012

12/9/13 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A HEAT CAFE AREA-NOT 
HEATING-PLANT MGR 
McFARLANE 416-1880 
KLR

12/12/13 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A Units are NOT HEATING 
in ROOMS 10, 13, 14, 15, 
17, 21, Main Office, and 
Principal's office per Mr. 
McFarland, Plant Mgr. 
416.8080

1/7/14 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A HEAT MAIN OFC-NOT 
HEATING-PLANT MGR 
McFARLANE KLR 

1/8/14 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A 3-RTU#8,7,9 NOT 
HEATING IN RM-
17,10,12.
PLANT MGR-
MCFARLAND/268.5012

1/10/14 Heating/Ventilation /Air 
Conditioning



Manor Lake El (2483) 3A HEAT MAIN OFC, RM 15, 
17, & 21-ALL NOT 
HEATING-PLANT MGR 
McFARLANE KLR

1/27/14 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A per mr mcfarland 416-
8170 main office and 
rooms 19 & 21 have no 
heat

1/28/14 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A Monthly - Filter-Manor 
Lake Elem - Refer to PM 
schedule details.

3/1/14 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A ROOFTOP UNIT #'s 13, 
15, 17, 19, and 21 are 
NOT HEATING per Mr. 
McFarland, Plant Mgr. 
416.8170

3/4/14 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A ROOFTOP UNIT #4 
BURNED per Mr. 
McFarland, Plant Mgr. 
416.8170

3/4/14 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A UNITS ARE NOT 
COOLING IN MAIN 
OFFICE, COMPUTER 
LAB, RM ON THE WEST 
WALL AND MIDDLE 
HALL. SBE MCFARLANE 
416-6358

7/16/13 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A RTU-1 NORTH WING 
LOW ROOF NORTH, RTY-
5 LOW ROOF WEST CTR 
SERVES LIBRARY 
MIDDLE, RTU-7 LOW 
ROOF SOUTH CTR, & 
RTU-9 LOW ROOF SE 
CORNER-ALL NOT 

8/1/13 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A A/C IN RMS 19, 17, & 21-
ALL NOT COOLING-SBE 
McFARLAND 416-8170 
KLR

8/9/13 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A 5-RTU NOT COOLING IN 
RM-11,13,15,17,19,21 
SOUTH-END
PLANT MGR-
MCFARLAND/416.8170

8/22/13 Heating/Ventilation /Air 
Conditioning



Manor Lake El (2483) 3A RTU in the Principal's 
office in NOT COOLING 
per Mr. McFarland, Plant 
Mgr. 416.1880

9/24/13 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A set new roof top unit 20 
ton

10/3/13 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A per mcfarland 416-8170 
principal's office, cafeteria 
manager's office and 
library blowing hot air

4/10/14 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A Monthly - Oil Lube & Belt-
Manor Lake Elementary - 
Refer to PM schedule 
details.

8/17/13 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A Monthly - Oil Lube & Belt-
Manor Lake Elementary - 
Refer to PM schedule 
details.

3/15/14 Heating/Ventilation /Air 
Conditioning

Manor Lake El (2483) 3A SINK CUST CLOSET 
WEST HALL-CAN'T TURN 
FAUCET OFF, RUNNING 
AT A STREAM & IT'S 
RUNNING IN HALL PER 
SBE-PLANT MGR 
McFARLAND 416-1880 
KLR

10/8/13 Plumbing

Manor Lake El (2483) 3A The facuet at our front 
entrance leaks THANKS.

12/4/13 Administration Area front entrance Plumbing

Manor Lake El (2483) 3A Replace gas regulator on 
RTU unit for kitchen and 
stage. See HVAC Tech 
John Goethie.

12/10/13 Plumbing

Manor Lake El (2483) 3A Boys urnial pipe were 
broken water has been 
turn off THANKS.

12/17/13 Restroom (Boys) EAST HALL Plumbing



Manor Lake El (2483) 3A GAS SMELL AT 
CAFE/HALLWAY 
ENTRANCE AREA PER 
SBE-PLANT MGR 
McFARLANE KLR 

1/8/14 Plumbing

Manor Lake El (2483) 3A in the back of the 
cafeteria, the sewer drain 
is backing up and water 
shooting out of it per Mr. 
McFarland 416-1818

1/22/14 Plumbing

Manor Lake El (2483) 3A Unstop sewer 1/23/14 Plumbing

Manor Lake El (2483) 3A Has 2 toilet seat broken 
need replace THANKS.

8/27/13 Restroom (Girls) east hallway Plumbing

Manor Lake El (2483) 3A 3-COMPARTMENT SINK 
KITCHEN-MIDDLE 
SECTION STOPPED UP 
WITH STANDING WATER-
WROTE UP BY HEALTH 
DEPT-PLANT MGR 
DANIELS 416-8170 KLR

8/30/13 Plumbing

Manor Lake El (2483) 3A Toilet in boys restroom will 
not flush THANKS.

9/18/13 Restroom (Boys) east  hallway Plumbing

Manor Lake El (2483) 3A Their are urnials drain 
caps that not secure on 
our east and west hall 
THANKS

3/26/14 Restroom (Boys) east hallway Plumbing

Manor Lake El (2483) 3A Their are no drain cover in 
floor SAFETY HAZARD 
THANKS.

3/27/14 Restroom (Girls) west hall Plumbing

Manor Lake El (2483) 3A Has a closet sink 
leaks,stop -up and vacum 
breaker leaking. THANKS  

4/1/14 Custodial Closet east closet Plumbing



Manor Lake El (2483) 3A Has foul odor from toilet 
very strong SAFETY 
HAZARD THANKS. 

4/3/14 Kitchen manager office Plumbing

Manor Lake El (2483) 3A Has a leak from under the 
east wall sink THANKS.

4/9/14 Cafetorium kitchen Plumbing

Manor Lake El (2483) 3A Has a water fountain that 
will not turn off children are 
putting paper in fountain 
THANKS 

4/16/14 Plumbing

Manor Lake El (2483) 3A Has a leak in the center of 
classroom SAFETY 
HAZARD THANKS.

2/3/14 Classroom space14-12 Roof

Manor Lake El (2483) 3A Classrooms has leaks thu 
out yhe building also the 
center of cafeteria. 
THANKS 

2/4/14 Classroom 4,6,8,10,24 Roof

Manor Lake El (2483) 3A These are classroms that 
leaks in center and 
entrance of the rooms 
SAFETY HAZARD 
THANKS

2/18/14 Classroom RMS.10,11,14 Roof

Manor Lake El (2483) 3A Classrooms leaks in 
center SAFETY HAZARD 
THANKS.

2/20/14 Classroom rm.#26,24,22 Roof

Manor Lake El (2483) 3A These are rooms that has 
been request for repairs 
on 2/3,2/4, and 2/18. 
SAFETY HAZARD 
THANKS

2/20/14 Classroom rm.#4,6,8,10,12,14 Roof

Manor Lake El (2483) 3A These are rooms that has 
been in work several times 
SAFETY HAZARD 
THANKS.

3/4/14 Classroom 10,12,14 Roof



Manor Lake El (2483) 3A Has leaks in the center of 
the cafeteria THANKS 

7/22/13 Cafeteria center of cafeteria Roof

Manor Lake El (2483) 3A Has leaks in classrooms 
these are rooms that 
always  leaks SAFETY 
HAZARD THAMKS.

4/4/14 Classroom 4,8,10 and11 Roof

Manor Lake El (2483) 3A Again here are rooms that 
leaks always leaks  in 
center of room and 
entrance of room. 
YHANKS SAFETY 
HAZARD

4/4/14 Classroom 12,14,24 and 26 Roof

Manor Lake El (2483) 3A Has leaks in center of 
cafeteria on to floor 
THANKS.

5/14/14 Cafetorium center of ceiling Roof

Manor Lake El (2483) 3A The boys restrooms has 
metal facing around the 
partitions that are rust, 
with sharp edges a 
SAFETY HAZARD 
THANKS. 

10/7/13 Restroom (Boys) east @ west hallway Sheet Metal



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Mitchell Sr (2520) 3A 8 45 62 52 9 70 6 2 254
Grand Total 8 45 62 52 9 70 6 2 254



Location Request Description Submittal Date Area Description Area Number Craft
Mitchell Sr (2520) 3A I've been inform by the 

Principals and the 
Coaches that they are 
hosting three tournaments, 
and the gym floor is in very 
bad shape;the season 
starts Nov.15 please 
pease contact me or my 

10/8/13 Gym hardwood floor in gym Asbestos

Mitchell Sr (2520) 3A GCA supervisor told me 
and the Principal that the 
carpet in the main office 
can't be sampooed or 
clean;we agree the carpet 
has set in old mold stains 
ect. we would like to have 
it exchange or put down 

10/8/13 Administration Area 1st floor main office Asbestos

Mitchell Sr (2520) 3A In front of main building 
and auditorium there is a 
lot of old chewing gum that 
has turn black I tried my 
roto but its been there to 
long needs to be presure 
washed its a eye sore for 
first impression please 

6/4/14 Courtyard in front of main & aud Asbestos

Mitchell Sr (2520) 3A Ceiling tile in middle 
stairway needs replacing 
asap, an around all 
sprinkler systems.

4/21/14 middle staiway Asbestos

Mitchell Sr (2520) 3A replace floor tile outside 
room 179

4/21/14 Hallway/Corridor Asbestos

Mitchell Sr (2520) 3A Principal wants carpet 
change out to tile for a 
cleaner surface.

4/21/14 Administration Area main office Asbestos

Mitchell Sr (2520) 3A The Principal trip on the 
carpet behind the counter 
in library needs fixing 
mending ect. please send 
assitance asap.

12/2/13 Library 2nd floor Asbestos

Mitchell Sr (2520) 3A clean-up after fire 12/10/13 Classroom n177 Asbestos



Mitchell Sr (2520) 3A On the left side of the 
outside door on the 
right;rotten wood at the 
bottom is letting 
water,worms,bugs ect.into 
the building every time it 
rains or we have bad 
wheater please send 

1/10/14 Cafeteria 1st floor back of school Carpentry

Mitchell Sr (2520) 3A On the inside of building 
entering main office the 
handle on door is about to 
fall off,need this door fix 
for security reason ect. 
please send assitance 
asap.

1/22/14 Administration Area Main door enter office Carpentry

Mitchell Sr (2520) 3A per Mr. Streeter 416-8174 
main building back door to 
boiler room the cylinder 
has fallen out and there is 
no way to secure building

1/22/14 Carpentry

Mitchell Sr (2520) 3A Someone was trying to 
prior open the security 
cage to kitchen and a steel 
plate fell down please 
send assitance asap.

1/24/14 Cafeteria kitchen area Carpentry

Mitchell Sr (2520) 3A Some one was trying to 
break in classroom,chip a 
lot of wood around the 
cylinder-door ect. please 
send assitance asap. 

1/30/14 2nd Floor rm# 244 Carpentry

Mitchell Sr (2520) 3A In the cafeteria at the 
bottom of the doors on the 
left side of the outside 
doors the right of the 
cafeteria,water just rushes 
under the trim every time it 
rains,cause students to 
slip up or hurt themselves 

2/3/14 Cafeteria outsidedoors Carpentry

Mitchell Sr (2520) 3A Entering the boys locker 
room the door is off the 
henges and missing a 
door nop;also the weight 
room is missing a door 
nob 

cant secure these doors 

2/7/14 Gym locker room/weight room Carpentry

Mitchell Sr (2520) 3A On the 2nd floor room 244 
someone was trying to 
break in,so the door is 
damage pretty well please 
send assitance asap 
because anyone can get 
in.

2/11/14 rm#244 Carpentry

Mitchell Sr (2520) 3A On the left end and the 
right end henges are 
broken, doors just fly open 
could be hazardous to the 
students please send 
assitance asap.

2/13/14  doors to cafeteria Carpentry



Mitchell Sr (2520) 3A SCREWS LOOSE ON 
BACK BOARD OF GOAL 
IN GYM AREA-WILL 
NEED DUE TO THEY 
ARE HAVING A 
BASKETBALL 
CONFERENCE-PLANT 
MGR STREETER 416-

2/14/14 Carpentry

Mitchell Sr (2520) 3A Had school inspection on 
today, the gym didn't pass 
need ceiling tile for the 
main lobby in gym area;its 
a eye sore please send 
ceing tiles asap

9/10/13 Gym gym lobby Carpentry

Mitchell Sr (2520) 3A Handrail leading to the 2nd 
floor is missing three huge 
bolts and washers only 
one is holding it up;could 
be very very hazardous if 
a student should fall or 
hurt him or her self please 
send assitance asap.

9/10/13 southwest stairwell Carpentry

Mitchell Sr (2520) 3A Basketball Coaches can't 
practice in gym because 
there Two main goals are 
broken or has defects 
were coaches don't want 
to use them;but they do 
have two new goals that 
needs to be replace asap.

9/18/13 Gym front and back Carpentry

Mitchell Sr (2520) 3A Needs door nob on inside 
of door,student got lock in 
weight room;located on 
right side of building end 
next to the Lundry room 
please send assitance 
asap.

9/26/13 Gym weight room Carpentry

Mitchell Sr (2520) 3A The Principal wants the 
doors secured or 
fix,students has excess in 
and out of doors;doors 
lock on one side other side 
want lock; door nob is 
broken on another door is 
missing the entire tool bar 

10/8/13 Auditorium behind stage Carpentry

Mitchell Sr (2520) 3A We are hosting three 
tournaments in the gym, 
the school has purchase 
two new goals the ones up 
there now are hazardous 
to the players;first game is 
Nov.15 please please help 
attend to this matter before 

10/8/13 Gym main goals Carpentry

Mitchell Sr (2520) 3A Please have carpenters to 
drop off three cases of 
ceiling tile; two for halway 
and one  light weight for 
the kitchen.

10/10/13 boiler room Carpentry

Mitchell Sr (2520) 3A The handrail on the left 
side, on the wall has come 
off it is hanging on the 
floor could be hazardous if 
a student reach for it and 
its not there;also not 
handicap excessable 
please send assitance 

10/17/13 Auditorium left side of building Carpentry



Mitchell Sr (2520) 3A On the left side of the 
glass doors you can push 
the doors wide open even 
when they suposed to be 
lock,please send assitance 
asap

8/8/13 Gym outside doors Carpentry

Mitchell Sr (2520) 3A The back door by the band 
room is letting to much 
water in back door needs 
new weather stripping or 
something please send 
assitance asap.

6/12/14 Auditorium in front of band room Carpentry

Mitchell Sr (2520) 3A Principal wants some 
hooks around the locker-
weight room for football 
hailmets to hang,can't sit 
them on top of these 
lockers they are up to the 
ceiling;they be everywhere 
the Principal wants them 

11/7/13 Gym locker-weigth room Carpentry

Mitchell Sr (2520) 3A Band director shelves in 
his room has all broken 
and falling apart,director 
has all instuments on the 
floor needs new shelves to 
support some of his 
instuments to promote an 
house an acess the band 

8/15/13 Auditorium band room Carpentry

Mitchell Sr (2520) 3A In the auditorium there is a 
classroom behind the 
stage;which is the ROTC 
room where you can get in 
but can't get out,the door 
nob is off one door and the 
other door the cylinder is 
mess up this a fire hazard 

6/2/14 Auditorium ROTC room Carpentry

Mitchell Sr (2520) 3A Someone broke a key in 
the main entrance door to 
your left,can't lock or 
unlock door please please 
send assitance asap.

5/30/14 main entrance Carpentry

Mitchell Sr (2520) 3A On today we had pest 
control to spray for ants; 
water bugs ect. they are 
getting in from the cracks 
around the wall  an 
windows at the bottom,it 
needs chalking or mud at 
the bottom to keep insect 

5/22/14 main entrance Carpentry

Mitchell Sr (2520) 3A Entering gym the double 
doors to the left, door nob 
is hanging off the door 
can't secure it please send 
assitance asap.

5/22/14 Gym gym lobby Carpentry

Mitchell Sr (2520) 3A There is no entry into the 
dressing rooms;door nob 
is missing on one side and 
the other door handle 
dosen't work, even with a 
key please send assitance 
asap.

5/15/14 Auditorium stage area Carpentry



Mitchell Sr (2520) 3A WINDOW AUDITORIUM 
LOBBY AREA-BROKEN 
OUT, WILL NOT BE ABLE 
TO SECURE-PLANT MGR 
STREETER 416-8174 
KLR

5/9/14 Carpentry

Mitchell Sr (2520) 3A The trim has come off in 
front of each step to the 
left of stage could be a 
hazard if a student should 
trip or fall please send 
assitance asap.

4/22/14 Auditorium steps leading to stage Carpentry

Mitchell Sr (2520) 3A In the main building right 
side entry outside doors by 
room102 key want let you 
end the cylinders are gone 
please send assitance 
asap.

4/17/14 main building Carpentry

Mitchell Sr (2520) 3A We have a problem with 
cutting ceiling tile around 
all spinklers please send 
assitance asap.

4/16/14 ceiling tile around 
spinklers

Carpentry

Mitchell Sr (2520) 3A The trim around the the 
doors to the right of 
cafeteria at the bottom is 
rotten,when it rains water 
comes right on in building 
with worms,insects 
ect.please send assitance 
asap.

4/16/14 Cafeteria in back of main office Carpentry

Mitchell Sr (2520) 3A To the right side of the 
main building outside door 
by room 102 the Principal 
broke his key in door 
please send assitance 
asap

4/11/14 side door on main office Carpentry

Mitchell Sr (2520) 3A Door is not secure, can't 
open or close door at 
times please send 
assitance asap.

4/11/14 room 245 Carpentry

Mitchell Sr (2520) 3A Handle on door has been 
disalble can't secure 
please send assitance 
asap.

4/10/14 2nd Floor room#203 Carpentry

Mitchell Sr (2520) 3A Door nob-lock ect. is 
broken can't secure 
classroom please send 
assitance asap.

4/3/14 rm# 203 Carpentry



Mitchell Sr (2520) 3A Key get stuck when trying 
to open or close door,don't 
want to break my key in 
door please send 
assitance asap

3/20/14 rm# 202 Carpentry

Mitchell Sr (2520) 3A DOOR LOCK HAS 
BROKEN, CANT SECURE 
IN G/RR GYM
PLANT MGR-
STREETER/416.8174

3/17/14 Carpentry

Mitchell Sr (2520) 3A There is a security breach 
of the back door;its 
missing all but one bolt 
holding the center mole 
please send assitance 
asap.

2/28/14 Gym back door of gym Carpentry

Mitchell Sr (2520) 3A BACK GYM DOORS, 
CANT SECURE MISSING 
SCREWS
PLANT MGR-
STREETER/416.8174

2/28/14 Carpentry

Mitchell Sr (2520) 3A        repair door with 
tempoary lock

2/21/14 Carpentry

Mitchell Sr (2520) 3A There are four cages that 
suports the windows in 
front of the building & 
seven in back all standing 
wide open wont close this 
a break in ready to happen 
please send assitance 
asap

7/11/13 outside windows Carpentry

Mitchell Sr (2520) 3A There are rotten wood on 
the side of the back 
doors,allowing 
pest,bugs,ant,roaches 
ect.need this lumber 
replace to keep criters out 
please send assitance 
asap

7/29/13 Cafeteria left side of back door Carpentry

Mitchell Sr (2520) 3A DOOR CANT SECURE IN 
G/RR MAIN LOBBY OF 
GYM .
PLANT MGR-
STREETER/416.8174

11/26/13 Carpentry

Mitchell Sr (2520) 3A In cafeteria left side, the 
glass outside door lock 
has come loose or fell 
inside door cant secure it 
please send assitance 
asap.

11/27/13 Cafeteria outsidedoor to the left Carpentry



Mitchell Sr (2520) 3A AHU-6 AIR HANDLER RM 
2ND FLR-NOT COMING 
ON-PLANT MGR 
FREEMAN 416-8174 KLR

1/7/14 Electrical

Mitchell Sr (2520) 3A UNIT NOT COMING ON 
RM-10
PLANT MGR-
STREETER/416.8150

1/17/14 Electrical

Mitchell Sr (2520) 3A In the 2 story building 
teacher lounge in front of 
SBE office all of the 
receptacles on wall are out 
tried to reset them didn't 
work please send 
assitance asap

1/29/14 2 story building teachers 
lounge

Electrical

Mitchell Sr (2520) 3A I need four cases of 
floresent light bulbs for 
school asap.

2/5/14 plant managers office Electrical

Mitchell Sr (2520) 3A I have a bad balast in 
elevators please send 
assitance asap.

2/6/14 right side of main office Electrical

Mitchell Sr (2520) 3A Wall receptical to the hot 
boxes caught a fire this 
saturday morning the 
Principal an myself put it 
out please send assitance 
asap.

2/8/14 Cafeteria kitchen area Electrical

Mitchell Sr (2520) 3A per streeter 416-8174 in 
the kitchen the receptacle 
to the hot box caught fire

2/10/14 Electrical

Mitchell Sr (2520) 3A I have a basketball 
tournament going on, an 
we have four lights out 
please please send 
assitance asap.

2/18/14 Gym ceiling area Electrical

Mitchell Sr (2520) 3A AHU BANDRM-NOT 
COMING ON-PLANT 
MGR STREETER 416-
8174 KLR

8/23/13 Electrical



Mitchell Sr (2520) 3A Leading to the girls locker 
room its very dark,I have 
serveral bad 
balasts,change lights still 
dark;please send 
assitance asap.

8/29/13 Gym girls locker room Electrical

Mitchell Sr (2520) 3A A/C GIRLS' COACH'S 
OFC & G LOCKER RM-
NOT COMING ON-PLANT 
MGR STREETER 416-
8174 KLR

9/4/13 Electrical

Mitchell Sr (2520) 3A FLOOR RECEPTACLES 
ON ENTIRE 2ND FLR-
HAVE NO POWER-
PLANT MGR STREETE 
416-8174 KLR

9/9/13 Electrical

Mitchell Sr (2520) 3A SMELL SMOKE AND 
RECEPTACLES IN RMS 
233, 234, 235, 245, & 247-
HAVE LOST POWER-
CHECKED BREAKER, 
ITS' FINE-PLANT MGR 
STREETER 416-8174 
KLR

9/16/13 Electrical

Mitchell Sr (2520) 3A Target swicth has been 
broken off on the 2nd table 
to the left in sciece 
lab,student got shock 
please send assitance 
asap.

9/26/13 rm#219 Electrical

Mitchell Sr (2520) 3A ALARM SYSTEM - 
CONTINUES TO TRIP - 
PM/STREETER - 416-
8174

9/30/13 Electrical

Mitchell Sr (2520) 3A FIRE ALARM SYSTEM 
PULL STATION 
AUDITORIUM LEFT SIDE-
HAS BEEN PULLED BY 
STUDENT-PLANT MGR 
STREETER 416-8174 
KLR

10/21/13 Electrical

Mitchell Sr (2520) 3A On yesterday a student 
pull a fire station and the 
new keys with the newer 
system would not fit or 
release the pull station,and 
I was at another school;so 
when I arrive and my key 
wouldn't fit I tried my old 

10/22/13 entire school building Electrical

Mitchell Sr (2520) 3A NO POWER IN SOUND 
SYSTEM RM (HAVING A 
PROGRAM TODAY).  
PLANT MGR-
STREETER/416.8150

10/25/13 Electrical



Mitchell Sr (2520) 3A We need some compact 
Fluorscent lights 23 watt 
asap.

10/25/13 Auditorium sound room-stereo,lights Electrical

Mitchell Sr (2520) 3A In the front of the gym by 
the parking lot there is a 
electrical outlet hanging 
toward the ground could 
be hazardous to the 
students ect. please send 
assitance asap.

11/5/13 Gym in front of gym Electrical

Mitchell Sr (2520) 3A Principal needs electrician 
to set bell schedule,asap 
for new school year and 
new Block Schedule

8/2/13 main office Electrical

Mitchell Sr (2520) 3A ballast burn out in fixture 8/7/13 Elevator Electrical

Mitchell Sr (2520) 3A Please have bells reset for 
new hours,was 7:15-2:15 
but now 7:00-2:00 please 
send assitance asap

8/8/13 Administration Area 1st floor main entance Electrical

Mitchell Sr (2520) 3A Ice machine isn't 
working;need ice for 
injurys-drinking water 
ect.please send assitance 
asap  (CHECK FOR 
ELECTRICAL POWER 
AND WATER SUPPLY 
ONLY WE DO NOT 

8/8/13 Gym ice machine in back of 
gym

Electrical

Mitchell Sr (2520) 3A UV NOT COMING ON IN 
RM-248(274).
PLANT MGR-
STREETER/416.8174

8/12/13 Electrical

Mitchell Sr (2520) 3A Gym a/c not coming on at 
all per Mr. Streeter 416-
8174

8/14/13 Electrical

Mitchell Sr (2520) 3A Needs two cases of 
floresents lights asap.

6/17/14 SBE's office Electrical



Mitchell Sr (2520) 3A Repair/ replace lights and 
receptacle in elevator pit.

5/28/14 Electrical

Mitchell Sr (2520) 3A AHU - GUIDANCE OFC - 
NOT COMING ON - 
PM/STREETER 416-8174

5/22/14 Electrical

Mitchell Sr (2520) 3A per streeter 416-8174 
rooms 202, 203, 204, 205, 
207, 208 units will not 
come on

5/8/14 Electrical

Mitchell Sr (2520) 3A FIRE ALARM SYSTEM 
MAIN OFC-CONSTANTLY 
BEEPING AND NOT 
RESETTING-PLANT MGR 
STREETER 416-8174 
KLR

5/7/14 Electrical

Mitchell Sr (2520) 3A AHU-6 2ND FLR RM 216 
& AHU-7 2ND FLR RM 
221-BOTH NOT COMING 
ON-PLANT MGR 
STREETER 416-8174 
KLR

5/7/14 Electrical

Mitchell Sr (2520) 3A UNITS NOT COMING ON 
IN RM-178
PLANT MGR-
STREETER/416.8174

5/1/14 Electrical

Mitchell Sr (2520) 3A I have several lights out 
around campus;5 in front 
of main building-1 in back 
of main building-1 beside 
the cafeteria outside door-
3 on parking lot 2 in the 
middle or main building an 
gym,its very dark at night 

4/29/14 entire campus Electrical

Mitchell Sr (2520) 3A UNITS NOT COMING ON 
IN RM-204
PLANT MGR-
STREETER/416.8150

4/23/14 Electrical

Mitchell Sr (2520) 3A UV RM 234-NOT COMING 
ON-PLANT MGR 
STREETER 416-8174 
KLR

4/23/14 Electrical



Mitchell Sr (2520) 3A The bleachers on the left 
side of gym is stuck can't 
get them to come out or go 
in please send assitance 
asap.

4/22/14 Gym bleachers in gym Electrical

Mitchell Sr (2520) 3A        repair light in boiler 
room 

4/17/14 Electrical

Mitchell Sr (2520) 3A Install wiring for sump 
pump and alarm in 
elevator pit.

4/17/14 Mechanical Room Electrical

Mitchell Sr (2520) 3A EXPOSE WIRES IN 
G/LOCKER GYM
PLANT MGR-
STREETER/416.8150

4/17/14 Electrical

Mitchell Sr (2520) 3A The stairways are very 
dark,can't reach the 
fixtures need lighting in 
both stairways in building 
please send assitance.

4/16/14 Stairway east & west end of building Electrical

Mitchell Sr (2520) 3A Reasonlly there was a new 
cord put up for flag; it's to 
short I have the old cord 
which is just right in SBE 
office please send 
assitance asap.

4/8/14 Courtyard Flag pole in front of school Electrical

Mitchell Sr (2520) 3A RECEPTACLE RM 105-
SPARKING FIRE-PLANT 
MGR STREETER 416-
8174 KLR

4/8/14 Electrical

Mitchell Sr (2520) 3A I need two cases of 
flouresent light bulbs asap.

3/28/14 SBE's office Electrical

Mitchell Sr (2520) 3A per streeter 416-8174 fire 
alarm going of and can't 
reset strobe lights going in 
gym, elevator pit sensor 

3/24/14 Electrical



Mitchell Sr (2520) 3A Principal has been waiting 
for cord to flag pole for a 
while please please send 
assitance asap.

3/21/14 in front of main building Electrical

Mitchell Sr (2520) 3A per streeter 416-8174 
room 104 the hvac unit 
motor caught fire

3/18/14 Electrical

Mitchell Sr (2520) 3A Clocks have been set but 
still incorrect please send 
assitance asap.

3/18/14 entire school Electrical

Mitchell Sr (2520) 3A In front of the main 
building and entering to 
the annex building is pitch 
black,this could be a 
hazard to students an 
teachers please send 
assitance asap.

3/18/14 In front and around the 
building

Electrical

Mitchell Sr (2520) 3A BLEACHERS will NOT 
ENGAGE OUT nor IN per 
Mr. Streeter, Plant Mgr. 
416.8174

2/26/14 Electrical

Mitchell Sr (2520) 3A I have a bad balast in the 
middle of the cafeteria 
please send assitance 
asap.

2/19/14 Cafeteria in the middle of ceiling Electrical

Mitchell Sr (2520) 3A UNIT IN THE AUDIT. IS 
NOT COMING ON. SBE 
WARREN 416-8011

7/22/13 Electrical

Mitchell Sr (2520) 3A 2-WALL UNITS NOT 
COMING ON IN RM-111.
PLANT MGR-
STREETER/416-8174

7/29/13 Electrical

Mitchell Sr (2520) 3A I have serveral lights out 
all around the 
buildings,please send me 
4 or 5 cases of flurescent 
lights before school start if 
you can

7/31/13 boiler room Electrical



Mitchell Sr (2520) 3A Principal wants all clocks 
set on time an running 
asap

8/2/13 entire building Electrical

Mitchell Sr (2520) 3A Please have electricain put 
two cases of fluorescent 
lights in Plant Managers 
office.

11/7/13 Electrical

Mitchell Sr (2520) 3A The outside light on the 
side of the right outside 
door toward the kitchen 
back outside door is out it 
very very dark;its a hazard 
for emploees,students also 
its a wooded area in back 
of school please send 

11/8/13 Cafeteria outside light Electrical

Mitchell Sr (2520) 3A The clock in rm#183 was 
making some lound noises 
so I unplung it but these 
special education teacher 
really need there clock 
please send assitance 
asap

11/15/13 room#183 Electrical

Mitchell Sr (2520) 3A I have three lights out in 
gym,the season has 
started the school and the 
team realy need this 
lighting problem desolved 
asap.

11/18/13 Gym center of gym floor Electrical

Mitchell Sr (2520) 3A In need of cord on flag 
pole for school and ROTC 
please send assitance 
asap

11/25/13 in front of main building Electrical

Mitchell Sr (2520) 3A UV NOT COMING ON IN 
RM-246.
PLANT MGR-
STREETER/416.8150

12/9/13 Electrical

Mitchell Sr (2520) 3A UV RM 251-NOT 
HEATING, OTHER UV 
251-NOT COMING ON, & 
UV RM 246-NOT 
COMING ON, MOTOR 
BURNED UP PER SBE-
PLANT MGR STREETER 
416-8174 KLR

12/11/13 Electrical

Mitchell Sr (2520) 3A Air Handler Unit is NOT 
COMING ON per Mr. 
Streeter, Plant Mgr. 
416.8174

1/6/14 Heating/Ventilation /Air 
Conditioning



Mitchell Sr (2520) 3A HEAT RMS 216, 297, 208, 
205, 206, 204, 203, 233, 
235, 244, 245, 249, 183, 
177, 179, 174, 175, 
AUDITORIUM, BANDRM, 
& CHOIR RM-ALL NOT 
HEATING-PLANT MGR 
FREEMAN 416-8174 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A Unit Ventilator is NOT 
HEATING in Room 106 
per Mr. Streeter, Plant Mgr. 
416.8174

1/10/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A per Mr. Streeter 416-8174 
in room 107 there are 2 
units one blowing cold and 
one not working

1/17/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A UNIT NOT HEATING RM-
10
PLANT MGR-
STREETER/416.8150

1/17/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A per Mr. Streeter 416-8174 
rooms 183, 107, 105 are 
blowing cold air

1/22/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A 2-AHU NOT HEATING 
BAND-MUSIC-AUDIT RM
PLANT MGR-
STREETER/416.8150

1/22/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A AHU - CAFE - BLOWING 
NOT HEATING - 
PM/STREETER 416-8174

1/24/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A UV NOT HEATING IN RM-
107,& AHU-CAFE.
PLANT MGR-
STREETER/416.8174

1/24/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A 3-UV NOT HEATING IN 
ROTC,BAND, & MUSIC 
RM
PLANT MGR-
STREETER/416.8150

1/28/14 Heating/Ventilation /Air 
Conditioning



Mitchell Sr (2520) 3A UV RM 251, 207, 206 & 
HEAT IN CAFE-ALL NOT 
HEATING-PLANT MGR 
STREETER 416-8174 
KLR

1/28/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A 3-UV NOT HEATING IN 
ROTC,BAND, & MUSIC 
RM
PLANT MGR-
STREETER/416.8150

1/28/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A HEAT GYM AREA-NOT 
HEATING-PLANT MGR 
STREETER 416-8174 
KLR

1/30/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A AHU NOT HEATING IN 
ROTC-BAND-MUSIC RM. 
PLANT MGR-
STREETER/416.8174

1/30/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A per streeter 416-8174 in 
the gym, there are 4 
classrooms in the back no 
heat (not coming on) also 
in the auditorium, there are 
3 classrooms (ROTC, 
MUSIC, BAND) no heat 
not coming on

2/3/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A per streeter conference 
room 167 has no heat 
blowing cold and has a 
meeting going on in there

2/4/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A UNIT NOT HEATING IN 
BAND-MUSIC-ROTC-
AUDIT RM.
PLANT MGR-
STREETER/416.8174

2/11/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A UV RMS 102, 104, 105, 
175, 177, & 243-ALL NOT 
COOLING-PLANT MGR 
STREETER 416-8174 
KLR

8/21/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A UV RMS 103, 106, & 278-
ALL NOT COMING ON-
PLANT MGR STREETER 
416-8174 KLR

8/21/13 Heating/Ventilation /Air 
Conditioning



Mitchell Sr (2520) 3A Chiller did not come on in 
the auditorium this 
morning and they have 
classrooms in there per 
Streeter 416-8174

8/28/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A CHILLER NOT COMING 
ON 
PLANT MGR-
STREETER/416.8174

8/28/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A chiller in alarm 8/29/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A clean strainers in all 
classrooms

9/9/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A clean chillers 9/12/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A Room 243 not cooling per 
streeter 416-8174
ID 167263

8/9/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A UV NOT COOLING IN RM-
243(264).
PLANT MGR-
STREETER/416.8174

8/12/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A 2-RTU NOT COOLING IN 
GYM(304,305)
PLANT MGR-
STREETER/416.8174

8/15/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A Monthly - Oil Lube & Belt-
Mitchell High - Refer to PM 
schedule details.

6/7/14 Heating/Ventilation /Air 
Conditioning



Mitchell Sr (2520) 3A Chiller will not start. 5/12/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A A/C RM 235 & 245-BOTH 
NOT COOLING-PLANT 
MGR STREETER 416-
8174 KLR

5/8/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A UNIT VENT - RMS 103, 
105, 106, 175, 177, 205, 
206, 245, 246, 248 - ALL 
BLOWING NOT COOLING 
- PM/ STREETER 416-
8174

4/25/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A CHILLER-3 MECH RM-
NOT COMING ON-PLANT 
MGR STREETER 416-
8174 KLR

4/25/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A UNITS NOT COOLING  IN 
RM-205,208
PLANT MGR-
STREETER/416.8150

4/23/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A UV RM 245-NOT 
COOLING-PLANT MGR 
STREETER 416-8174 
KLR

4/23/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A UNIT VENTILATORS are 
NOT COOLING in 
ROOMS 204, 205, and 
208 per Mr. Streeter, Plant 
Mgr. 416.8174

4/23/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A CHILLER FOR 
AUDITORIUM - NOT 
COMING ON - 
PM/STREETER 416-8174

4/23/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A  (3) CHILLERS - ALL ARE 
NOT COMING ON - 
PM/STREETER 416-8174

4/11/14 Heating/Ventilation /Air 
Conditioning



Mitchell Sr (2520) 3A Change from heat to air 4/7/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A Monthly - Filter-Mitchell 
High - Refer to PM 
schedule details.

3/23/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A Monthly - Filter-Mitchell 
High - Refer to PM 
schedule details.

7/21/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A Clean strainer in air 
handler for main office.

7/24/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A COOLING TOWER IS 
NOT COMING ON. SBE 
STREETER 416-8174 

7/29/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A UNITS ARE NOT 
COOLING IN RMS 
153,160,136,183,180,173,
176,178,175,116,111,130,
LIBRARY,251,246,249,249
,242,243,235,234,219,209,
207,208,205,203,204. 
ASST. PRINC.  MCQUIRE 

7/30/13 Cafetorium Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A Monthly - Oil Lube & Belt-
Mitchell High - Refer to PM 
schedule details.

11/9/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A boiler in auditorium alarm 
going off low water per Mr. 
Streeter 416-8174

11/14/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A Monthly - Filter-Mitchell 
High - Refer to PM 
schedule details.

11/24/13 Heating/Ventilation /Air 
Conditioning



Mitchell Sr (2520) 3A CONDENSER UNIT NOT 
HEATING IN MAIN 
OFFICE.
PLANT MGR-
STREETER/416.8150

12/9/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A 5-UV NOT HEATING IN 
RM-102,107,246,251, 
LIBRARY 2ND FLR, RM-
234
PLANT MGR-
STREETER/416.8174

12/9/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A BOILER NOT COMING 
ON PLANT MGR-
STREETER/416.8150

12/10/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A BOILER is NOT COMING 
on in the GYM per Ms. 
Streeter, Plant Mgr. 
416.8174

12/13/13 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A boiler not coming on 1/3/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A Units are NOT HEATING 
in Principal and Guidance 
Offices, Rooms 111, 246, 
264, and Cafeteria Mgr's 
office per Mr. Streeter, 
Plant Mgr. 416.8174

1/6/14 Heating/Ventilation /Air 
Conditioning

Mitchell Sr (2520) 3A GRAFFITI IN STAIRWAY 
HALL WEST, 2ND FLR 
B/RR
PLANT MGR-
STREETER/416.8150

2/13/14 Painting

Mitchell Sr (2520) 3A     paint metal for building 9/4/13 Painting

Mitchell Sr (2520) 3A Reasonlly the trophy case  
was water damage,and 
the rotten wood was taken 
away;now we have a rusty 
wall where the water 
damage mess the entire 
lobby up,the Principal 
wants the walls painted 

10/2/13 Gym gyms main lobby Painting



Mitchell Sr (2520) 3A stain trim for cafe walls 4/23/14 Painting

Mitchell Sr (2520) 3A          paint metal for locker 
hallway

4/8/14 Painting

Mitchell Sr (2520) 3A per streeter 416-8174 
gang graffiti on outside of 
auditorium and also on the 
inside ROTC

4/4/14 Painting

Mitchell Sr (2520) 3A Over the years students 
an teachers have been 
putting glue on the halway 
walls,and the paint came 
off of this one wall pretty 
bad its a eye sore; the 
Principal wants it painted 
asap please send 

7/8/13 left side of the main lobby 
1st floor

Painting

Mitchell Sr (2520) 3A In the very front top,in the 
left and right corner there 
are huge mud bird 
nest;and small one's in the 
middle,I need presure 
washers not pest control 
there are no animals just a 
lot dirt looks very very bad 

7/16/13 In front of building Painting

Mitchell Sr (2520) 3A There is a lot gang writing 
on walls in front of music 
room left wall toward 
steps,please send 
asitance asap

11/8/13 Auditorium left side entrance Painting

Mitchell Sr (2520) 3A HOT WATER TANK 
KITCHEN AREA-
LEAKING & NOT 
HEATING WATER TO 
KITCHEN-NO HOT 
WATER-PLANT MGR 
STEETER 416-8174 KLR

1/9/14 Plumbing

Mitchell Sr (2520) 3A In front of room #106 in 
the ceiling there is a pipe 
constanlly dripping water 
on the halway floor,could 
be hazardous to the 
students please send 
assitance asap.

1/10/14 main building Plumbing

Mitchell Sr (2520) 3A Test RP device 1/14/14 Plumbing



Mitchell Sr (2520) 3A             back flow test 1/23/14 Plumbing

Mitchell Sr (2520) 3A The p-trap under the front 
sink is leaking constanlly 
please send assitance 
asap.

1/30/14 Cafeteria kitchen area Plumbing

Mitchell Sr (2520) 3A installation pipeing for 
water system.

2/18/14 Plumbing

Mitchell Sr (2520) 3A Girls locker room in back 
of gym there is constant 
leak in ceiling,can't change 
out ceiling tile until leak is 
fix please send assitance 
asap.

8/26/13 Gym girls locker room Plumbing

Mitchell Sr (2520) 3A   check all lab table in 
zone 3/a by friday urgent 
gas.

9/24/13 Plumbing

Mitchell Sr (2520) 3A SEWAGE IS BACKING 
UP IN KITCHEN
PLANT MGR-
STREETER/416.8174

9/26/13 Plumbing

Mitchell Sr (2520) 3A HOT WTR BOILER -NOT 
COMING ON - 
PM/STREETER 416-8174

10/2/13 Plumbing

Mitchell Sr (2520) 3A leak behind ice machine 
per Mr. Streeter 416-8174

10/14/13 Plumbing

Mitchell Sr (2520) 3A Camera grease trap sewer 10/14/13 Plumbing



Mitchell Sr (2520) 3A NO HOT WTR ALL OVER 
SCHOOL - 
PM/STREETER 416-8174

10/15/13 Plumbing

Mitchell Sr (2520) 3A SINK -  2ND FLR WEST 
END B RR -PIPE 
BUSTED - FLOODED RR - 
SBE/STRICKLAND 416-
8174

10/24/13 Plumbing

Mitchell Sr (2520) 3A ICE MACHINE LINE IS 
LEAKING WATER IN 
KITCHEN.
PLANT MGR-
STREETER/416.8174

11/1/13 Plumbing

Mitchell Sr (2520) 3A ALL the toilets in the Girl's 
RR in the LOCKROOM, 
when flushing shoots 
water from the toilets per 
Mr. Streeter, Plant Mgr. 
416.8174 

11/4/13 Plumbing

Mitchell Sr (2520) 3A per streeter 416-8174 leak 
in library coming from AHU 

8/7/13 Plumbing

Mitchell Sr (2520) 3A water leaking down in 
boiler room from 
somewhere please send 
assitance,real bad insect 
problem.

8/14/13 boiler room Plumbing

Mitchell Sr (2520) 3A PIPE CONCESSION 
STAND ICE MACHINE-
HAS BURST & WATER 
EVERYWHERE-PLANT 
MGR STREETER 416-
8174 KLR

6/26/14 Plumbing

Mitchell Sr (2520) 3A Purchase sump pump and 
oil Interceptor

6/9/14 Plumbing

Mitchell Sr (2520) 3A Washing machine in 
kitchen dosen't work,must 
have clean rags,and tiles 
to help keep a clean safe 
enviroment;please send 
assitance asap

8/2/13 Cafeteria kitchen area Plumbing



Mitchell Sr (2520) 3A Pressure wash elevator pit 5/29/14 Plumbing

Mitchell Sr (2520) 3A Fire alarm crew can out 
today and told us that the 
alarm for the elevator is 
going to keep arming itself 
until the water is pump out 
of shaft please send 
assitance asap.

5/15/14 service elevator Plumbing

Mitchell Sr (2520) 3A In room 233 the sink is 
stop up,we tried to unstop 
it but had no such luck 
please send assitance.

5/15/14 rm#233 Plumbing

Mitchell Sr (2520) 3A WATER FOUNTAIN is 
LEAKING UNDERNEATH 
when USED located in 
FRONT of the GUIDANCE 
OFFICE per Mr. Streeter, 
Plant Mgr. 416.8174

5/14/14 Plumbing

Mitchell Sr (2520) 3A UV RM 251-DRAIN 
STOPPED & LEAKING 
WATER OUT-PLANT MGR 
STREETER 416-8174 
KLR

5/8/14 Plumbing

Mitchell Sr (2520) 3A          back flow test 5/7/14 Plumbing

Mitchell Sr (2520) 3A     remove pump reseal 
pipe in boiler outside wall.

4/17/14 Plumbing

Mitchell Sr (2520) 3A Install sump pump in 
elevator pit.

4/17/14 Mechanical Room Plumbing

Mitchell Sr (2520) 3A      pump water out of 
basement

3/17/14 Plumbing



Mitchell Sr (2520) 3A In the boys restroom there 
is always water on the 
floor behind and in front of 
unrinals could be a hazard 
please send assitance 
asap.

3/4/14 Gym gym lobby boys restroom Plumbing

Mitchell Sr (2520) 3A             back flow test 3/4/14 Plumbing

Mitchell Sr (2520) 3A         repair leak pipe in 
basement 

2/24/14 Plumbing

Mitchell Sr (2520) 3A BOILER RM IS FLOODED 
OUT-WATER 
EVERYWHERE, SBE 
CAN'T TELL WHERE IT'S 
COMING FROM-PLANT 
MGR STREETER 416-
8174 KLR

2/21/14 Plumbing

Mitchell Sr (2520) 3A three toilet seat need to be 
replace 

7/10/13 Restroom (Girls) 1st floor west wing Plumbing

Mitchell Sr (2520) 3A 3rd stall toilet loose at floor 7/10/13 Restroom (Girls) 1st fl west wing Plumbing

Mitchell Sr (2520) 3A 4th stall toilet loose at floor 7/10/13 Restroom (Girls) 1st floor east wing Plumbing

Mitchell Sr (2520) 3A toilet seat needs to be 
replace

7/10/13 Restroom (Boys) 1st floor west wing Plumbing

Mitchell Sr (2520) 3A outside boys rest room 
drinking fountain spout is 
broken

7/10/13 Restroom (Boys) 1st floor west wing Plumbing



Mitchell Sr (2520) 3A Mens restroom toilet loose 
at floor & seat needs to be 
replace

7/10/13 Administration Area Guidance office Plumbing

Mitchell Sr (2520) 3A women restroom toilet 
loose at floor

7/10/13 Administration Area Guidance office Plumbing

Mitchell Sr (2520) 3A Three toilet seats needs to 
be replace

7/10/13 Restroom (Boys) 1st floor east wing Plumbing

Mitchell Sr (2520) 3A 3rd stall toilet loose at 
floor.

7/10/13 Restroom (Boys) boys restroom 1st floor 
east wing

Plumbing

Mitchell Sr (2520) 3A Men & women restroom 
toilet seat needs to be 
replaced

7/10/13 Administration Area main office Plumbing

Mitchell Sr (2520) 3A Drinking fountain outside 
boys & girls handles are 
broken

7/10/13 Restroom (Boys) 1st floor east wing Plumbing

Mitchell Sr (2520) 3A 5 toilet seat needs to be 
replaced

7/10/13 Restroom (Girls) 1st floor east wing Plumbing

Mitchell Sr (2520) 3A 3rd stall toilet loose at floor 
& bad flush valve 

7/10/13 Restroom (Girls) 1st floor east wing Plumbing

Mitchell Sr (2520) 3A 4th stall toilet loose at floor 7/10/13 Restroom (Girls) 1st floor east wing Plumbing



Mitchell Sr (2520) 3A 5th stall toilet loose at floor 7/10/13 Restroom (Girls) 1st east wing Plumbing

Mitchell Sr (2520) 3A 1st stall toilet loose at floor 7/10/13 Restroom (Boys) 2nd west wing Plumbing

Mitchell Sr (2520) 3A 2 toilet seats needs to be 
replaced;outside of these 
rest rooms no water 
coming out of spout on 
drinking fountain

7/10/13 Restroom (Boys) 2nd floor west wing Plumbing

Mitchell Sr (2520) 3A 3 toilet seats need to be 
replaced.

7/10/13 Restroom (Girls) 2nd floor west wing Plumbing

Mitchell Sr (2520) 3A 2nd stall bad flush valve 7/10/13 Restroom (Girls) 2nd floor girls resrooms Plumbing

Mitchell Sr (2520) 3A 4th stall toilet loose at foor. 7/10/13 Restroom (Girls) 2nd floor girls restrooms Plumbing

Mitchell Sr (2520) 3A drinkig fountain handles 
broken

7/10/13 Hallway/Corridor 2nd floor east wing Plumbing

Mitchell Sr (2520) 3A two toilet seats need to be 
replaced

7/10/13 Restroom (Boys) 2nd floor east wing Plumbing

Mitchell Sr (2520) 3A toilet loose at floor & flush 
valve leaking .

7/10/13 Restroom (Boys) 2nd floor east wing Plumbing



Mitchell Sr (2520) 3A 1st stall bad flusu valve. 7/10/13 Restroom (Girls) 2nd floor east wing Plumbing

Mitchell Sr (2520) 3A 4 toilet seats need to be 
replaced

7/10/13 Restroom (Girls) 2nd floor east wing Plumbing

Mitchell Sr (2520) 3A       back flow test 7/24/13 Plumbing

Mitchell Sr (2520) 3A custodial closet sink runs 
out on the side when 
running please send 
assitance 

7/29/13 left side of main lobby Plumbing

Mitchell Sr (2520) 3A water fountain is stopped 
up please please send 
assitance asap.

7/29/13 Main Office Plumbing

Mitchell Sr (2520) 3A In the guideance area the 
women restroom comode 
is broken at the 
base,someone could get 
serious injured please 
send assitance asap.

11/11/13 Guideance area Plumbing

Mitchell Sr (2520) 3A NO HOT WATER TO 
BLDG INCLUDING 
KITCHEN AREA-PLANT 
MGR STREETER 416-
8174 KLR

11/18/13 Plumbing

Mitchell Sr (2520) 3A Ceiling is leaking in halway 
around a unit or a vent 
ect.down the hall next to 
rm# 111 students could 
slip or get injured please 
send assitance asap.

11/20/13 1st floor southend of 
building

Plumbing

Mitchell Sr (2520) 3A In the back of the gym 
behind the boys locker 
room in the halway water 
is constanly dripping from 
the pipes in ceiling,around 
the valves please send 
assitance asap.

11/20/13 Gym in back of gym Plumbing



Mitchell Sr (2520) 3A URINAL IS STOPPED UP 
IN B/RR 2ND FLR.
PLANT MGR-
STREETER/416.8174

11/26/13 Plumbing

Mitchell Sr (2520) 3A Water coming out of the 
back of the ice machine 
per Streeter 416-8174

12/5/13 Plumbing

Mitchell Sr (2520) 3A      back flow testing 12/18/13 Plumbing

Mitchell Sr (2520) 3A WATER HEATER MECH 
RM-NOT HEATING 
WATER TO BLDG 
INCLUDING KITCHEN 
AREA PER SBE-PLANT 
MGR WARREN 416-8174 
KLR

1/3/14 Plumbing

Mitchell Sr (2520) 3A In front of cafeteria in the 
lobby by the double doors 
to the right there is a roof 
leak every time it rain 
could be hazardous to 
students,by slipping and 
falling please send 
assitance asap.

2/4/14 in front of cafeteria Roof

Mitchell Sr (2520) 3A There is a leak from ceiling 
in stairway in front of room 
183 every time it rain 
please send assitance 
asap.

2/5/14 middle stairway in front of 
rm#183

Roof

Mitchell Sr (2520) 3A Roof needs repair in front 
lobby of gym and in back 
where wight room and girls 
locker room is 
located,need help before 
rainy season is upon us.

9/10/13 Gym roof top Roof

Mitchell Sr (2520) 3A In the main building 2nd 
floor left end of building by 
the stairway there is bad 
leak when ever it 
rains,please send 
assitance asap.

9/24/13 2nd Floor south end or left side of 
building

Roof

Mitchell Sr (2520) 3A The cafeteria has a roof 
leak toward the serveing 
line please send assitance 
asap.

5/14/14 Cafeteria in front of kitchen area Roof



Mitchell Sr (2520) 3A When ever it rains it leaks 
in the halway an also in 
back of gym.

11/15/13 1st floor right  end of 
building

Roof

Mitchell Sr (2520) 3A The Principal wants one 
way end and one way 
out,the gate on the right 
side of auditurim need to 
be secured it want stay 
up,it fall down because it 
needs srews,or welding 
ect. please send assitance 

8/21/13 Parking Lot on the side of auditorium Sheet Metal

Mitchell Sr (2520) 3A On the right side of lobby 
there or some badly 
damage lockers on the 
very end of two 
rows,needs to be repaired 
or taken away please send 
assitance asap

4/4/14 main lobby Sheet Metal



Count of Craft Craft
Location Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Newberry ES (2525) 3B 4 15 43 20 2 33 2 3 122
Grand Total 4 15 43 20 2 33 2 3 122



Location Request Description Submittal Date Area Description Area Number Craft
Newberry ES (2525) 3B Newberry El. WO379312-- 

room 5A in the annex need  
Drops 1-3 replace.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

8/29/13 Annex Annex 5A Cabling

Newberry ES (2525) 3B Room 3 cable wire has 
been cut. Can't get in 
house broadcasting

(SCS NCE Dept. (CABLE 
TV ) REQUEST IS NOT 
WITHIN THE SCOPE OF 
SUPPORT FROM THE AV 

3/27/14 1st Floor room 3 Cabling

Newberry ES (2525) 3B Cable doesn't work in 
room 2A

(SCS NCE Dept. (CABLE 
TV ) REQUEST IS NOT 
WITHIN THE SCOPE OF 
SUPPORT FROM THE AV 
staff  -see journal note

3/27/14 Annex room 2a Cabling

Newberry ES (2525) 3B Cable doesn't work in 
room 6 of the main 
building

(SCS NCE Dept. (CABLE 
TV ) REQUEST IS NOT 
WITHIN THE SCOPE OF 
SUPPORT FROM THE AV 

3/27/14 1st Floor room 6 Cabling

Newberry ES (2525) 3B portable 319b has a large 
hole in the floor need to be 
fix. This is a classroom

8/6/13 Portables portables 319b Carpentry

Newberry ES (2525) 3B Deck on portable 331 
need to be re done the 
boards are coming up and 
splitting into.

8/15/13 Portables portable 331 Carpentry

Newberry ES (2525) 3B Portable 331 A door will 
not close and can't secure 
per Ms. Townsend 416-
2518

9/4/13 Carpentry

Newberry ES (2525) 3B Need a white board for 
room 2a of the annex

9/11/13 Annex Annex Carpentry



Newberry ES (2525) 3B Need a white board for 
room 1a of the annex

9/11/13 Annex Annex Carpentry

Newberry ES (2525) 3B Need a white board for 
room 7a of the annex

9/11/13 Annex Annex Carpentry

Newberry ES (2525) 3B Need a white board for 
portable 300a 

9/11/13 Portables Portable 300a Carpentry

Newberry ES (2525) 3B The ramp on Portable 331 
boards are lose and hard 
to open doors to get out. 

5/7/14 Portables Portable 331 Carpentry

Newberry ES (2525) 3B Flag pole cord is stuck and 
will not come down.

9/17/13 Grounds Outside of Main Building Carpentry

Newberry ES (2525) 3B Outside door leading 
outside near SBE office 
handle need to be replace 

11/26/13 1st Floor main building Carpentry

Newberry ES (2525) 3B There is a hole in the floor 
of portable 331a

2/10/14 Portables portable331a Carpentry

Newberry ES (2525) 3B Portable 331a door is 
broken you have to push 
to close

2/10/14 Portables 331a Carpentry

Newberry ES (2525) 3B I have 2 stall doors off in 
the grils restroom in the 
annex. They need to be 
put back on. Handicap 
stall

4/10/14 Annex Girls restroom Carpentry



Newberry ES (2525) 3B Dry Erase board for room 
6A

7/30/13 Annex Room 6A Carpentry

Newberry ES (2525) 3B Portable 300a has a weak 
area in the middle of the 
floor.

8/28/13 Portables Portable 300a Carpentry

Newberry ES (2525) 3B Need 2 cases of Lamp flr. 
rapid start. #46807

8/2/13 1st Floor Main Building (SBE) Electrical

Newberry ES (2525) 3B clocks set to new school 
start time

8/6/13 Administration Area Main Buildin Electrical

Newberry ES (2525) 3B Lights are out in the boys 
restroom.

8/9/13 Electrical

Newberry ES (2525) 3B There are 2 ballasts out in 
the cooking area of the 
cafeteria

8/14/13 Cafeteria Main building Electrical

Newberry ES (2525) 3B Room 5 has 2 ballasts out 
in front of the classroom.

8/22/13 1st Floor Main building Electrical

Newberry ES (2525) 3B Ballast out on 2/3rd grade 
hall in the main building

8/22/13 1st Floor Main building Electrical

Newberry ES (2525) 3B Outside security lights are 
not coming on at night.

9/5/13 Grounds Outside Electrical



Newberry ES (2525) 3B Outside security lights not 
working in front or on the 
side of the schools.

9/5/13 Grounds outside Electrical

Newberry ES (2525) 3B There are 2 ballasts out in 
the back of the room in 
room 1 in the main building

4/14/14 1st Floor Main building Electrical

Newberry ES (2525) 3B I have 4 lights out in the 
Cafeteria eating area.

4/16/14 Cafeteria Main building Electrical

Newberry ES (2525) 3B Room 2 in the main 
building has 2 ballasts out. 
Need done before TCap

4/16/14 1st Floor Main building Electrical

Newberry ES (2525) 3B Room 1 in the main 
building has 2 ballasts out. 
Need done before TCap 

4/16/14 1st Floor main building Electrical

Newberry ES (2525) 3B Room 3 in the main 
building has 2 ballasts out. 
Need done before TCap 

4/16/14 1st Floor Main building Electrical

Newberry ES (2525) 3B Room 4 in the main 
building has 2 ballasts out. 
Need done before TCap 

4/16/14 1st Floor main building Electrical

Newberry ES (2525) 3B Room 8 in the main 
building has 2 ballasts out. 
Need done before TCap 

4/16/14 1st Floor Main building Electrical

Newberry ES (2525) 3B FIRE ALARM SYSTEM 
SHOWING TROUBLE - 
PM/DANIEL 416-2518

4/23/14 Electrical



Newberry ES (2525) 3B Fire Alarm System has a 
beeping sound not working 
properly.

6/10/14 Administration Area Main building Electrical

Newberry ES (2525) 3B Parking lot security lights 
isn't working in the back of 
school near back dock.

9/26/13 Parking Lot Outside Electrical

Newberry ES (2525) 3B Room 10 main building 
has 2 ballasts out in back 
of classroom

10/15/13 1st Floor main building Electrical

Newberry ES (2525) 3B Hall light switches are hard 
to turn on and off. when 
sticking the key in the 
switch to turn the lights on 
I get a shock effect. 

10/28/13 1st Floor main building Electrical

Newberry ES (2525) 3B Security lights in the main 
building 2nd and 3rd grade 
hall not working.

10/30/13 1st Floor Main Building Electrical

Newberry ES (2525) 3B Security lights in Annex 
hall isn't working

10/30/13 Annex Main building Electrical

Newberry ES (2525) 3B no power entire school per 
Ms. Townsend 416-2518

11/8/13 Electrical

Newberry ES (2525) 3B Room 4 has two ballasts 
out in the front of the 
classroom

11/13/13 1st Floor Main Building Electrical

Newberry ES (2525) 3B Room 3 has two ballasts 
out in the middle of the 
room

11/13/13 1st Floor Main building Electrical



Newberry ES (2525) 3B Room 10 has two ballasts 
out in the middle of the 
classroom

11/13/13 1st Floor Main Building 10 Electrical

Newberry ES (2525) 3B Room 16 has two ballasts 
out in the front of the 
classroom

11/13/13 1st Floor Main building room 16 Electrical

Newberry ES (2525) 3B Lights doesnt work at 
Cafeteria entrance. pitch 
black

11/15/13 Grounds Outside Electrical

Newberry ES (2525) 3B Lights will not come on 
west in of hall near library.

12/3/13 1st Floor Main building Electrical

Newberry ES (2525) 3B Vent a hood not coming 
on.

12/18/13 Electrical

Newberry ES (2525) 3B Need 3 cases of Lamp flr. 
rapid start. #46807 

1/3/14 1st Floor SBE office Electrical

Newberry ES (2525) 3B Portable 300b has to 
ballasts out in fron of the 
exit door.

1/8/14 Portables 300b Electrical

Newberry ES (2525) 3B Portable 300a  has to 
ballasts out

1/8/14 Portables 300a Electrical

Newberry ES (2525) 3B Security lights on the 
parking lot isn't working. 
Pitch black 

1/9/14 Grounds Outside parking lot Electrical



Newberry ES (2525) 3B Security lights on the back 
dock of the cafeteria isn't 
working

1/9/14 Cafeteria Main building Electrical

Newberry ES (2525) 3B Room 6 main building has 
2 ballasts out in the front 
of the classroom.

1/14/14 1st Floor Main building Electrical

Newberry ES (2525) 3B Ballasts gone out in room 
16 in front of the class.

1/21/14 1st Floor Main building room 16 Electrical

Newberry ES (2525) 3B Main building Custodial 
closet near SBE office light 
switch doesn't work

1/21/14 Custodial Closet Main building Electrical

Newberry ES (2525) 3B Room 6a has 2 ballasts 
out in the back of the room

1/31/14 Annex annex Electrical

Newberry ES (2525) 3B Room 6a has two ballasts 
out.

2/17/14 Annex Room 6A Electrical

Newberry ES (2525) 3B FIRE ALARM IS 
SHOWING TROUBLE
FIN SECRETARY-
TRACY/416.2518

2/28/14 Electrical

Newberry ES (2525) 3B ballast out in the hall down 
near library on the 4th 
grade hall.

4/3/14 1st Floor Main building Electrical

Newberry ES (2525) 3B Room C107A has 2 
ballasts out

7/30/13 1st Floor main building Electrical



Newberry ES (2525) 3B RTU NOT COOLING IN 
CAFE.
PLANT MGR-
TOWNSEND/416.1195

9/5/13 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B CHILLER NOT COOLING 
PLANT MGR-
DANIEL/416.1195

4/22/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B RTU - KITC AREA - 
BLOWING NOT 
COOLING - PM/DANIELS 
416-2518

4/23/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B AHU MAIN BLDG-BELT 
BROKE CAUSING UNIT 
TO SMOKE-SBE HAS 
TURNED OFF-PLANT 
MGR TOWNSEND 416-
2518 KLR

5/5/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B Monthly - Filter-Newberry 
Elementary - Refer to PM 
schedule details.

6/9/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B AHU MAIN BLDG-NOT 
COOLING-PLANT MGR 
TOWNSEND 416-2518 
KLR

6/17/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B Monthly - Filter-Newberry 
Elementary - Refer to PM 
schedule details.

10/7/13 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B Air handle unit belt is off 
track

11/5/13 Mechanical Room Main building Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B 2-BOILERS NOT COMING 
ON
PLANT MGR-
TOWNSEND/488.8559

11/25/13 Heating/Ventilation /Air 
Conditioning



Newberry ES (2525) 3B 2-BOILERS NOT COMING 
ON
PLANT MGR-
TOWNSEND/488.5859

12/9/13 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B Boiler is NOT COMING 
ON per Ms. Townsend, 
Plant Mgr. 416.2518

1/6/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B HEAT ANNEX BLDG-NOT 
HEATING-PLANT MGR 
TOWNSEND 416-2518 
KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B HEAT ANNEX BLDG-NOT 
COMING ON-PLANT 
MGR TOWNSEND 416-
2518  KLR

1/24/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B Floor tile in front of the 
hand sink near SBE office 
is coming up.

1/31/14 1st Floor main building Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B BOILER MECH RM-NOT 
COMING ON-AFFECTS 
ENTIRE BLDG-PLANT 
MGR TOWNSEND 416-
2518 KLR

2/3/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B Monthly - Filter-Newberry 
Elementary - Refer to PM 
schedule details.

2/10/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B AHU MAIN BLDG-NOT 
COOLING-PLANT MGR 
TOWNSEND 416-2518 
KLR

4/11/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B UNIT IN THE KITCHEN IS 
NOT COOLING. SBE 
TOWNSEND 416-2518

7/29/13 Heating/Ventilation /Air 
Conditioning



Newberry ES (2525) 3B Monthly - Oil Lube & Belt-
Newberry Elem - Refer to 
PM schedule details.

9/16/13 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B Monthly - Oil Lube & Belt-
Newberry Elem - Refer to 
PM schedule details.

4/14/14 Heating/Ventilation /Air 
Conditioning

Newberry ES (2525) 3B Plywood needs to be 
sprayed

10/10/13 Painting

Newberry ES (2525) 3B GRAFFITI IN B/RR & 
G/RR BY LIBRARY & RR 
BY SBE OFFICE. 
PLANT MGR-
TOWNSEND/488.5859

11/14/13 Painting

Newberry ES (2525) 3B Restrooms in portables 
319, 331 water need to be 
turn back on for classroom 
use.

8/6/13 Portables portables 319, 331 Plumbing

Newberry ES (2525) 3B Handicap commode is 
stopped up in the boys 
restroom near the SBE 
office.

Please cancel the work 
order for Hickory ridge 
elementary on this. It was 

8/8/13 Restroom (Boys) Main building Plumbing

Newberry ES (2525) 3B Toilet is leaking/girls 4/24/14 Portables Portable 319 Plumbing

Newberry ES (2525) 3B Boys restroom 1st urinal 
near Plant Manager office 
is backed up running on 
the floor.

5/2/14 Restroom (Boys) Main building Plumbing

Newberry ES (2525) 3B GREASE TRAP BACKING 
UP-PLANT MGR 
TOWNSEND 416-2518 
KLR

5/7/14 Plumbing



Newberry ES (2525) 3B URINAL IS RUNNING 
WATER FROM B/RR 
INTO  4TH GRADE HALL 
PLANT MGR-
TOWNSEND/488.5859

5/13/14 Plumbing

Newberry ES (2525) 3B Girls restroom toilet 
stopped up near PM office.

5/16/14 Restroom (Girls) Main building Plumbing

Newberry ES (2525) 3B GAS SMELL in the 
KITCHEN per Joyce 
Townsend, Plant Mgr. 
416.2518

5/21/14 Plumbing

Newberry ES (2525) 3B Water fountain near SBE 
office dosen't work.

9/17/13 1st Floor Main building Plumbing

Newberry ES (2525) 3B Girls restroom near SBE 
office Handicap stall is 
stopped up.

9/30/13 Restroom (Girls) Main building Plumbing

Newberry ES (2525) 3B Girls restroom by the 
library handicap stall 
comonde when flushing 
water shoots out.

10/25/13 Restroom (Girls) Main Building Plumbing

Newberry ES (2525) 3B Water fountain (white) on 
the 2nd and 3rd grade hall 
is leaking bad I have a 
bucket under neath to 
catch the water.

10/28/13 1st Floor main building Plumbing

Newberry ES (2525) 3B Last hand sink in the boys 
restroom in the annex 
faucet twist all the way 
around when turning it on.

10/31/13 Restroom (Boys) Annex Plumbing

Newberry ES (2525) 3B GAS SMELL IN BOILER 
RM.
PLANT MGR-
TOWNSEND/488.5859

11/1/13 Plumbing



Newberry ES (2525) 3B Three compartment sink in 
cooking are of the kitchen 
pipe is leaking underneath.

11/5/13 Cafeteria Main building Plumbing

Newberry ES (2525) 3B Commode is loose from 
the floor and leaking from 
underneath.

11/6/13 1st Floor SBE Office Plumbing

Newberry ES (2525) 3B GAS SMELL IN THE MAIN 
BLDG-PLANT MGR 
TOWNSEND 416-2518 
KLR

12/13/13 Plumbing

Newberry ES (2525) 3B Main building back hall 
girls  2nd stall commode 
when flushing water 
shooting out.

1/8/14 Restroom (Girls) Main Building Plumbing

Newberry ES (2525) 3B Girls restroom in the 
Annex toilet when flushing 
the water shoots out.

1/8/14 Restroom (Girls) Annex Plumbing

Newberry ES (2525) 3B Pipe leaking in portable 
331b in the restroom toilet

1/10/14 Portables Portable 331 b Plumbing

Newberry ES (2525) 3B Commode in Cafeteria 
cooking are handle on 
commode need replacing 
will not flush

1/14/14 Cafeteria Main building Plumbing

Newberry ES (2525) 3B Commode in Cafteria 
cooking area is cracked 
water running out. The 
bowl itself

1/16/14 Cafeteria Main building Plumbing

Newberry ES (2525) 3B Hand sinks faucets 
handles are broken water 
will not turn off. Boys 
restroom in the annex

1/28/14 Restroom (Boys) Annex Plumbing



Newberry ES (2525) 3B Men restroom on the 4th 
grade hall in the main 
building when flushing it 
has a constant run of 
water flow.

2/10/14 1st Floor men restroom/main 
building

Plumbing

Newberry ES (2525) 3B The girls restroom near 
SBE office handicap stall 
commode is stopped up

2/14/14 Restroom (Girls) Main building Plumbing

Newberry ES (2525) 3B The boys restroom near 
SBE office handicap stall 
commode is stopped up

2/14/14 Restroom (Boys) main building Plumbing

Newberry ES (2525) 3B The boys restroom in the 
annex urinal is stopped up.

2/14/14 Restroom (Boys) Annex Plumbing

Newberry ES (2525) 3B Girls restroom toilet has a 
leak from underneath in 
second stall back hall near 
library

4/2/14 Restroom (Girls) Main building Plumbing

Newberry ES (2525) 3B Turn water back on in 
portables 331 and 319

4/10/14 Portables 331 and 319 Plumbing

Newberry ES (2525) 3B 3 compartment sink 
stopped up in Cafteria 
cooking area

4/10/14 Cafeteria Main building Plumbing

Newberry ES (2525) 3B Boys hanicap stall 
commode keeps running 
when flushing. In the 
annex

4/11/14 Restroom (Boys) Annex Plumbing

Newberry ES (2525) 3B Drinking fountain in the 
annex near back door is 
stopped up. there isnt a 
number for this fountain.

7/8/13 Plumbing



Newberry ES (2525) 3B Principal office restroom 
commode has a constant 
run

7/12/13 Administration Area main office/ principal office Plumbing

Newberry ES (2525) 3B roof leaking in from the 
wall in room 4a. 

9/12/13 Annex Room 4a Roof

Newberry ES (2525) 3B Roof leaking in room 3 
water on the floor in main 
building

9/30/13 1st Floor MAIN BUILIDING Roof

Newberry ES (2525) 3B The gutter is leaking badly 
on the back dock where 
the delivery trucks come 
in. Its a flood when it rains

8/1/13 Grounds Outside Sheet Metal

Newberry ES (2525) 3B CANOPY OUTSIDE 
LEADING TO ANNEX 
AREA-CAVING IN-PLANT 
MGR TOWNSEND 416-
2518 KLR

6/30/14 Sheet Metal

Newberry ES (2525) 3B Side walk drain cover is 
lose on the side of the 
annex. The kids are 
tripping up on it. facing the 
park

4/3/14 Grounds outside Sheet Metal



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Grand Total

Oak Forest ES (2692) 3B 2 12 43 60 1 38 8 164
Grand Total 2 12 43 60 1 38 8 164



Location Request Description Submittal Date Area Description Area Number Craft
Oak Forest ES (2692) 3B Repair or replac broken 

floor tile in the hallway 
near these rooms 
100A,101,120,134,137,14
1,144,150,155 and back 
hall near exit doors.

1/30/14 Asbestos

Oak Forest ES (2692) 3B Replace floor tile in hall 
near front entrance and in 
near room 159,also in 
mulitipurpose room. 

2/20/14 Asbestos

Oak Forest ES (2692) 3B Replace cable on flag 
pole.

4/21/14 Carpentry

Oak Forest ES (2692) 3B Replace ceiling tile in multi 
purpose room we have tile 
here.

10/14/13 Carpentry

Oak Forest ES (2692) 3B Repair office door going 
into administration's area.

8/8/13 Carpentry

Oak Forest ES (2692) 3B Repair steps on portable 
#299.

9/9/13 Carpentry

Oak Forest ES (2692) 3B Repair door in hall leading 
to back office's.

11/14/13 Carpentry

Oak Forest ES (2692) 3B WINDOWS RM 137-ONE 
HAS BEEN PUSHED 
FROM FRAME AND ONE 
HAS A HOLE IN IT DUE 
TO A BREAK IN 
OVERNIGHT-PLANT 
MGR COLEMAN 416-
2257 KLR

12/12/13 Carpentry



Oak Forest ES (2692) 3B Repair door knob in room 
157

2/4/14 Carpentry

Oak Forest ES (2692) 3B Replace  2 stall doors in 
girls restroom in hallway 
behind front office.

2/17/14 Carpentry

Oak Forest ES (2692) 3B Replace broken glass in 
front door of office.

2/25/14 Carpentry

Oak Forest ES (2692) 3B We need four cases of 
2910A  ceiling tile.

3/26/14 Carpentry

Oak Forest ES (2692) 3B Replace tile in portables 
298,200. 

7/31/13 Carpentry

Oak Forest ES (2692) 3B We need blinds for room 
126.

9/18/13 Carpentry

Oak Forest ES (2692) 3B Replace ballast in room 
120.

5/7/14 Electrical

Oak Forest ES (2692) 3B UNITS IS MAKING NOISE 
IN RM-136,138
PLANT MGR-
COLEMAN/416.2257

6/13/14 Electrical

Oak Forest ES (2692) 3B UNIT IN RM 147 IS NOT 
COMING. SBE COLEMAN 
416-

7/31/13 Electrical



Oak Forest ES (2692) 3B Replace ballast in rooms 
101,102,103,104,105.

7/31/13 Electrical

Oak Forest ES (2692) 3B Replace ballast in rooms 
153,157.

7/31/13 Electrical

Oak Forest ES (2692) 3B Repair or replace lights in 
multi purpose room.

7/24/13 Electrical

Oak Forest ES (2692) 3B Replace ballast in room 
115.

9/25/13 Electrical

Oak Forest ES (2692) 3B Replace ballast in room 
110.

9/25/13 Electrical

Oak Forest ES (2692) 3B Replace ballast in girls 
restroom near yellow hall.

9/30/13 Electrical

Oak Forest ES (2692) 3B Replace ballast in 
cafeteria.

9/30/13 Electrical

Oak Forest ES (2692) 3B Replace ballast in kitchen. 10/1/13 Electrical

Oak Forest ES (2692) 3B Replace ballast in room 
142.

10/1/13 Electrical



Oak Forest ES (2692) 3B We need clocks reset from 
power failure.

10/1/13 Electrical

Oak Forest ES (2692) 3B We need 6 boxes of F-32 
T8 blubs cat. log. #10221.

10/1/13 Electrical

Oak Forest ES (2692) 3B HAS A COMPLETE 
POWER OUTAGE-PLANT 
MGR COLEMAN KLR

10/3/13 Electrical

Oak Forest ES (2692) 3B Replace ballast in the 
following rooms  
113,117,118,121. 
135,137,140,141,142,145,
147,148,150,151.

10/10/13 Electrical

Oak Forest ES (2692) 3B Replace ballast in room 
103 and 155.

10/18/13 Electrical

Oak Forest ES (2692) 3B Replace batteries in exit 
signs near front office and 
near rooms 134,144 plant 
managers office and near 
cafeteria by girls restroom. 

10/23/13 Electrical

Oak Forest ES (2692) 3B We need (5) boxes of F32 
T8 fiuorescent blubs.

7/31/13 Electrical

Oak Forest ES (2692) 3B WALL UNIT HAS 
BURNING SMELL IN RM-
139 (051)
PLANT MGR-
COLEMAN/416-.2257

8/6/13 Electrical

Oak Forest ES (2692) 3B Replac broken outlet cover 
in front hall.

8/8/13 Electrical



Oak Forest ES (2692) 3B We need the following 
clocks repaired or 
replaced in the halls near 
these classrooms 
104.110,114,130,140,144,
148,153,154,157.

8/8/13 Electrical

Oak Forest ES (2692) 3B Repair outlet in room 106. 8/8/13 Electrical

Oak Forest ES (2692) 3B Replace ballast in library. 8/20/13 Electrical

Oak Forest ES (2692) 3B WALL UNIT NOT 
COMING ON IN RM-103
PLANT MGR-
COLEMAN/416.2257

9/3/13 Electrical

Oak Forest ES (2692) 3B Replace cover plates in 
computer room 159.

9/13/13 Electrical

Oak Forest ES (2692) 3B Replace ballast in front 
office near east wall.

9/13/13 Electrical

Oak Forest ES (2692) 3B HEAT RM 105-NOT 
COMING ON-PLANT 
MGR COLEMAN 416-
2257 KLR

12/9/13 Electrical

Oak Forest ES (2692) 3B We need 5 boxes of F32-
T8 blubs. cat. log #10221.

1/9/14 Electrical

Oak Forest ES (2692) 3B Replace ballast in kitchen 
in disawashing area.

1/22/14 Electrical



Oak Forest ES (2692) 3B Reset clock for the ringing 
of the bells.

1/22/14 Electrical

Oak Forest ES (2692) 3B Replace ballast in rooms 
105,106,107,108 on the 
yellow hall.

2/4/14 Electrical

Oak Forest ES (2692) 3B Replace ballast in rooms 
145,148.150,151,152 on 
the red hall.

2/4/14 Electrical

Oak Forest ES (2692) 3B Replace ballast in rooms 
135,137,140,141,142 in 
the blue hall.

2/4/14 Electrical

Oak Forest ES (2692) 3B Replace ballast in rooms 
117,118,121.

2/4/14 Electrical

Oak Forest ES (2692) 3B Replace ballast in rooms 
111,112,113,.114.

2/4/14 Electrical

Oak Forest ES (2692) 3B Replace ballast in library. 2/4/14 Electrical

Oak Forest ES (2692) 3B RTU MAIN OFC AREA-
NOT COMING ON-PLANT 
MGR COLEMAN 416-
2257 KLR

2/12/14 Electrical

Oak Forest ES (2692) 3B Replace ballast in room 
134.

2/25/14 Electrical



Oak Forest ES (2692) 3B Replace ballast in hall 
near room 144.

3/19/14 Electrical

Oak Forest ES (2692) 3B Replace ballasy in room 
154.

3/21/14 Electrical

Oak Forest ES (2692) 3B UNIT NOT COMING ON 
RM-103,115,135, & RM-
116 HAS A BURNING 
SMELL, RM-161  HAS 
EXPOSE WIRES 
COMING FROM MISSING 
THERMOSTAT.
PLANT MGR-

4/14/14 Electrical

Oak Forest ES (2692) 3B Repair lights that are not 
burning in the lobby area 
up high.

10/31/13 Electrical

Oak Forest ES (2692) 3B Monthly - Filter-Oak Forest 
Elementary - Refer to PM 
schedule details.

4/18/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B UNIT VENTS - RM 114, 
118, 133, 137, 140, 141, 
146, 147, 104 - BLOWING 
NOT COOLING -
PM/COLEMAN 416-2257

4/22/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B 3-UNITS NOT COOLING 
IN RM-103,105,107
PLANT MGR-
COLEMAN/416.2257

4/23/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B A/C RM 118, 140, 148, & 
149-ALL NOT COOLING-
PLANT MGR COLEMAN 
416-2257 KLR

5/5/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B per jimmie coleman 416-
2257 rooms 104 and 152 
not cooling

5/7/14 Heating/Ventilation /Air 
Conditioning



Oak Forest ES (2692) 3B UNIT NOT COOLING IN 
RM-103,104,115
PLANT MGR-
COLEMAN/416.2257

5/8/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B UNIT NOT COOLING IN 
RM-148
PLANT MGR-
COLEMAN/416.2257

5/12/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B UNIT IS BLOWING OUT 
TRASH IN RM-121. 
PLANT MGR-
COLEMAN/416.0640416.2
257

5/12/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B A/C RM 147 & 148-BOTH 
NOT COOLING-PLANT 
MGR COLEMAN 416-
2257 KLR

5/13/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B A/C UNITS are NOT 
COOLING in ROOMS 112 
and 115 per Jimmy 
Coleman, Plant Mgr. 
416.2257

5/20/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B UNIT NOT COOLING IN 
MULTI PURPOSE, RM-
111,106 
PLANT MGR-
COLEMAN/416.2257

5/21/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B A/C UNITS are NOT 
COOLING in the 
TEACHER'S LOUNGE 
and ROOM 136 per Jimmy 
Coleman, Plant Mgr. 
416.2257

5/27/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B UNITS NOT COOLING IN 
RM-115,116,120
PLANT MGR-
COLEMAN/416.2257

6/13/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Room 142 not cooling per 
Jimmie Coleman 416-2257

9/16/13 Heating/Ventilation /Air 
Conditioning



Oak Forest ES (2692) 3B 18-WALL UNITS NOT 
COOLING IN RM-
101(032) RM-102(031) 
RM-105(027) RM-
108(025) RM-112(022) RM-
115(018) RM-116(017) RM-
118(016) RM-119(012) RM-
121(011) RM-136(054), 

7/15/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Repair AC in room 111 unit 
#047 -021.

7/24/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B A/C unit NOT COOLING in 
Room 141 per Jimmy 
Coleman, Plant Mgr. 
416.8900

9/23/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B A/C unit is NOT COOLING 
in the Kitchen Area per 
Jimmy Coleman, Plant 
Mgr. 416.2257

9/25/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B UV-1 RM E14, UV-1 RM 
E15, UV-1 RM E31, UV-1 
RM E39, & UV-2 RM E46-
ALL NOT COOLING-SBE 
COLEMAN 416-2257 KLR

8/2/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Room 140 ID047050 a/c 
not cooling per Jimmie 
Coleman 416-2257

8/6/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B room 114 id047020 not 
cooling per jimmie 
coleman
416-2257

8/12/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B room 139 a/c humming per 
Jimmie Coleman 416-2257

8/13/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Per Jimmie Coleman 416-
2257 Room 131 not 
cooling

8/13/13 Heating/Ventilation /Air 
Conditioning



Oak Forest ES (2692) 3B Monthly - Filter-Oak Forest 
Elementary - Refer to PM 
schedule details.

8/16/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Rm 114 047020, rm 142 
047048 and cafeteria all 
not cooling per jimmie 
coleman 416-2257

8/19/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B RTU NOT COOLING IN 
CAFE.
PLANT MGR-
COLEMAN/416.2257

8/20/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Room 114 a/c not cooling 
per Jimmie Coleman 416-
2257
(ID# 047020)

8/26/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B A/C UNIT RM 140-NOT 
COOLING-PLANT MGR 
COLEMAN 416-2257 KLR

8/30/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B WALL UNIT NOT 
COOLING IN RM-
114,148,140
PLANT MGR-
COLEMAN/416.2257

9/3/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B A/C RMS 102, 204, 141, 
146, & 148-ALL NOT 
COOLING-PLANT MGR 
COLEMAN 416-2257 KLR

9/9/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Repair heat in 
room148,150.

11/14/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Repair heat in principle's 
office.

11/25/13 Heating/Ventilation /Air 
Conditioning



Oak Forest ES (2692) 3B Unit NOT HEATING in the 
Principal's office per 
Jimmy Coleman, Plant 
Mgr. 416.2257

11/25/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B 14-WALL UNITS NOT 
HEATING IN SOUTH-
WEST HALL BY CAFE, 
NORTH-WEST BY 
LIBRARY.
PLANT MGR-
COLEMAN/416.2257

11/26/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Units are NOT HEATING 
IN ROOMS, Orange Hall 
Rooms 111, 112, 113, 114, 
115, 116, and 117; Green 
Hall Rooms 121, 131, 133, 
Rooftop Unit in Library 
(Room 128B); Blue Hall 
Rooms 135, 136, 137, 

12/3/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B 10-WALL UNITS NOT 
HEATING IN RM-
121,146,135,148,140,149,
150,152,116,119
PLANT MGR-
COLEMAN/416.2257

12/9/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B HEAT PRIN'S OFC-NOT 
HEATING-PLANT MGR 
COLEMAN 416-2257 KLR

12/9/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B HEAT RM 134-NOT 
HEATING-PLANT MGR 
COLEMAN 416-2257 KLR

12/10/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Monthly - Filter-Oak Forest 
Elementary - Refer to PM 
schedule details.

12/13/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B 19-WALL UNITS NOT 
HEATING IN RM-
111,112,116,118,RTU-
LIBRARY,134,135,136,137
,139,140,142,RTU-
144,145,148,147,151,152,
157,159,161, PRIN 
OFFICE

12/13/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B HEAT RM 157, 156, & 139-
ALL NOT HEATING-
PLANT MGR COLEMAN 
416-2257 KLR

12/18/13 Heating/Ventilation /Air 
Conditioning



Oak Forest ES (2692) 3B Unit are NOT HEATING in 
Rooms 115, 116, 128, 130, 
133, 134, 135, 137, 140, 
142, 144, 148, 149, 152, 
157, 161, and 163 per Jim 
Coleman, Plant Mgr. 
416.2257

1/6/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B HEAT RM 133-KEEPS 
SHUTTING DOWN-
PLANT MGR COLEMAN 
416-2257 KLR 

1/8/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B HEAT RM 135, 140, & 142-
ALL NOT HEATING-
PLANT MGR COLEMAN 
416-2257 KLR 

1/8/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B HEAT RM 133-UNIT 
MAKING A HUMMING 
SOUND-PLANT MGR 
COLEMAN 416-2257 KLR

1/22/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B RTU NOT COMING ON IN 
RM-155.
PLANT MGR-
COLEMAN/416.2257

1/23/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B per Jimmie Coleman 416-
2257 in the back of the 
library rooms 128B and 
130A blowing cold air

1/23/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B HEAT RM 103-NOT 
COMING ON-PLANT 
MGR COLEMAN 416-
2257 KLR

1/27/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B per Jimmie Coleman 416-
2257 rooms 142, 149, 151, 
155 blowing cold

1/27/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B 4-WALL UNITS NOT 
HEATING IN RM-
107,135,142,145
PLANT MGR-
COLEMAN/416.2257

1/29/14 Heating/Ventilation /Air 
Conditioning



Oak Forest ES (2692) 3B HEAT RM 101, 107, 108, 
117, 121, 135, 137, 139, 
140, 142, & 145-ALL NOT 
HEATING-PLANT MGR 
COLEMAN 416-2257 KLR

2/3/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B 2-BOILERS NOT 
HEATING 
PLANT MGR-
COLEMAN/828.7575

2/7/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B UNIT is NOT HEATING in 
the MAIN OFFICE per 
Jimmy Coleman, Plant 
Mgr. 416.2257

3/6/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B RTU MAIN OFC-NOT 
COMING ON-PLANT 
MGR COLEMAN 416-
2257 KLR

3/21/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B per jimmie coleman  416-
2257 room 116 and 103 
a/c not working

4/3/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B per jimmie coleman  416-
2257 rooms 133, 135, 140, 
145, 148 blowing hot air

4/3/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B UNIT NOT COOLING IN 
RM-114,118,133,104
PLANT MGR-
COLEMAN/416.2257

4/14/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Repair AC in room 147 
unit #047-045.

7/30/13 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B Monthly - Oil Lube & Belt-
Oak Forest Elem - Refer to 
PM schedule details.

9/22/13 Heating/Ventilation /Air 
Conditioning



Oak Forest ES (2692) 3B Monthly - Oil Lube & Belt-
Oak Forest Elem - Refer to 
PM schedule details.

4/20/14 Heating/Ventilation /Air 
Conditioning

Oak Forest ES (2692) 3B We need all exterior doors 
and trim painted inside 
and outside.

9/16/13 Painting

Oak Forest ES (2692) 3B Repair urinal in boys 
restroom near cafeteria. 

5/2/14 Plumbing

Oak Forest ES (2692) 3B Repair urinal in boys 
restroom near cafeteria 
third stall.

5/6/14 Plumbing

Oak Forest ES (2692) 3B Repair commode in 
women restroom in 
teacher's lounge.

5/13/14 Plumbing

Oak Forest ES (2692) 3B Test RP 6/30/14 Plumbing

Oak Forest ES (2692) 3B Stoppage in main building. 7/11/13 Plumbing

Oak Forest ES (2692) 3B urinal in boys restroom 
near cafeteria is leaking 
per Jimmie Coleman 416-
2257

9/27/13 Plumbing

Oak Forest ES (2692) 3B Repair commode in girls 
restroom across from 
room 110 last stall.

9/28/13 Plumbing



Oak Forest ES (2692) 3B Repair water fountain in 
cafeteria.

9/30/13 Plumbing

Oak Forest ES (2692) 3B Repair water fountain in 
hallway behind the office 
it's making a strange 
noise.

9/30/13 Plumbing

Oak Forest ES (2692) 3B COMMODE B RR BY 
CAFE-ONLY (2) IN RR & 
ONE IS STOPPING UP-
PLANT MGR COLEMAN 
416-2257 KLR

10/3/13 Plumbing

Oak Forest ES (2692) 3B COMMODE B RR BY 
CAFE-STOPPED UP-
PLANT MGR COLEMAN 
416-2257 KLR

10/28/13 Plumbing

Oak Forest ES (2692) 3B Repair AC in multi purpose 
room leaking water.

7/31/13 Plumbing

Oak Forest ES (2692) 3B Repair third urinal in boys 
restroom near room 110.

8/1/13 Plumbing

Oak Forest ES (2692) 3B Repair sink in art room 
and unclog drain #157

8/1/13 Plumbing

Oak Forest ES (2692) 3B Per Jimmie Coleman 416-
2257 Room 112 a/c unit 
leaking  ID#047022

8/1/13 Plumbing

Oak Forest ES (2692) 3B Repair sink in room  
leaking.

8/8/13 Plumbing



Oak Forest ES (2692) 3B WALL UNIT IS LEAKING 
WATER IN RM-141(049).
PLANT MGR-
COLEMAN/416.2257

8/8/13 Plumbing

Oak Forest ES (2692) 3B Leak in sink in lounge and 
overflowing constantly per 
Jimmie Coleman 416-2257

8/9/13 Plumbing

Oak Forest ES (2692) 3B per jimmie coleman 416-
2257 rm 154 a/c leaking

8/12/13 Plumbing

Oak Forest ES (2692) 3B Cafeteria water fountain 
leaking from floor 
underneath not pipe per 
Jimmie Coleman 416-2257

8/14/13 Plumbing

Oak Forest ES (2692) 3B commode overflows when 
flushed boys restroom 
near cafeteria per Jimmy 
Coleman 416-2257

8/16/13 Plumbing

Oak Forest ES (2692) 3B COMMODE B RR BY 
CAFE-STOPPED UP & 
SINK BY RM 133-SBE 
CAN HEAR WATER 
RUNNING IN THE WALL 
BUT DOESN'T SEE ANY 
WATER LEAKING-PLANT 
MGR COLEMAN 416-

8/28/13 Plumbing

Oak Forest ES (2692) 3B A/C UNIT RM 148-
LEAKING-PLANT MGR 
COLEMAN 416-2257 KLR

8/28/13 Plumbing

Oak Forest ES (2692) 3B WALL UNIT IS LEAKING 
WATER IN RM-140.
PLANT MGR-
COLEMAN/416.2257

9/5/13 Plumbing

Oak Forest ES (2692) 3B room 137 a/c leaking per 
Jimmie Coleman 416-2257

9/11/13 Plumbing



Oak Forest ES (2692) 3B Repair urinal in boys 
restroom near cafeteria.

10/31/13 Plumbing

Oak Forest ES (2692) 3B Repair urinal in hall behind 
front office.

10/31/13 Plumbing

Oak Forest ES (2692) 3B Repair urinals in boys 
restroom across from 
room 110 one of them is 
leaking. 

11/1/13 Plumbing

Oak Forest ES (2692) 3B WATER IS COMING 
FROM FLR IN G/RR& 
B/RR BY RM-110
PLANT MGR-
COLEMAN/416.2257

11/22/13 Plumbing

Oak Forest ES (2692) 3B Repair broken urnial in 
boys reatroom across from 
room 131.

12/3/13 Plumbing

Oak Forest ES (2692) 3B Repair commode in girls 
restroom across from 
room 110.

1/21/14 Plumbing

Oak Forest ES (2692) 3B Green house has a busted 
sprinkler line.

1/28/14 Plumbing

Oak Forest ES (2692) 3B PUMP-2 MECH RM-
LEAKING-PLANT MGR 
COLEMAN 416-2257 KLR

2/18/14 Plumbing

Oak Forest ES (2692) 3B Unstop commode in boys 
restroom near cafeteria. 

2/26/14 Plumbing



Oak Forest ES (2692) 3B Replace commode seat in 
girls restroom near 
cafeteria 1st stall.

3/3/14 Plumbing

Oak Forest ES (2692) 3B Repair water leak in 
kitchen near sink on north 
west wall and in cooler on 
north wall.

3/6/14 Plumbing

Oak Forest ES (2692) 3B Repair leaking faucet in 
kitchen north wall near 
stove.

3/20/14 Plumbing

Oak Forest ES (2692) 3B Replace broken commode 
seat in girls restroom 
across from room 110.

4/3/14 Plumbing

Oak Forest ES (2692) 3B Repair roof leak in multi 
purpose room . 

7/24/13 Roof

Oak Forest ES (2692) 3B Repair roof leak near 
library.

7/24/13 Roof

Oak Forest ES (2692) 3B Repair roof leak north hall 
near cafeteria.

7/24/13 Roof

Oak Forest ES (2692) 3B We have a roof leak in 
multipurpose room.

10/16/13 Roof

Oak Forest ES (2692) 3B Repair roof leak outside of 
office water is coming in 
window.

11/25/13 Roof



Oak Forest ES (2692) 3B We have a leak in the 
multipurpose room and in 
the main office near copy 
machine.

12/6/13 Roof

Oak Forest ES (2692) 3B Repair roof leak in rooms 
108,136 near windows in 
each room.

1/13/14 Roof

Oak Forest ES (2692) 3B Repair roof leak in room 
142 and in kitchen on 
north wall .

3/19/14 Roof



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Oakhaven HS (2545) 3A 16 13 64 119 70 10 82 9 3 386
Grand Total 16 13 64 119 70 10 82 9 3 386



Location Request Description Submittal Date Area Description Area Number Craft
Oakhaven HS (2545) 3A several pieces of ceiling 

tile ned to be replace, this 
is a type of ceiling tile 
Plant Manger do not have 
at the building

3/28/14 2nd Floor rm 206 Asbestos

Oakhaven HS (2545) 3A ceiling tiles are loose and 
some need to be replaced. 
Plant Mangers don't have 
this type of tile ,also ceiling  
is too high to reach

3/21/14 2nd Floor stairwell across fr 217 Asbestos

Oakhaven HS (2545) 3A several pieces of ceiling 
tile need to be replaced 
,this is a type of ceiling tile 
Plant Manger can't replace 
and do not have at the 
building

3/26/14 2nd Floor hallway by rm 209 Asbestos

Oakhaven HS (2545) 3A Repair insulation on pipes 
in cafeteria

3/19/14 Asbestos

Oakhaven HS (2545) 3A a/c pipe in main office 
need to be insulated B-5

7/9/13 middle school Asbestos

Oakhaven HS (2545) 3A a/c pipes in cafeteria need 
to be insulated

7/12/13 Cafetorium Asbestos

Oakhaven HS (2545) 3A High School Gym  floor 
need to be refinish before 
Basketball season starts.  
Thank You!

10/14/13 Gym High School Asbestos

Oakhaven HS (2545) 3A White Power substance 
outside classrooms door/ 
would like someone to 
take a look for safety 
purposes

10/16/13 2nd Floor rm  218 and 224 Asbestos



Oakhaven HS (2545) 3A serveral pieces of floor tile 
coming up inside 
library,area where tile is 
located is near library main 
counter

9/23/13 2nd Floor Library/Media Center Asbestos

Oakhaven HS (2545) 3A classroom 110 pipes need 
to be insulated

7/25/13 Asbestos

Oakhaven HS (2545) 3A classroom 105 chill water 
line need to be insulated

7/26/13 high school Asbestos

Oakhaven HS (2545) 3A pipes that were just 
insulated are leaking

7/30/13 2nd Floor middles school Asbestos

Oakhaven HS (2545) 3A got seversal pcs of floor 
tile coming from floor and 
seversal pcs missing 

7/30/13 3rd Floor middle school Asbestos

Oakhaven HS (2545) 3A several pieces of ceiling 
tile need to be replaced, 
this is a type of ceiling tile 
Plant manger can't replace 
and do not have at the 
building

3/26/14 2nd Floor hallway across fr rm 205 Asbestos

Oakhaven HS (2545) 3A ceiling tiles inside 
restroom need to be 
replaced,this tile Plant 
Manger can't replaced and 
don't have at the location.

4/4/14 2nd Floor boy's restroom across fr 
128 Middle  School

Asbestos

Oakhaven HS (2545) 3A severals ceiling tiles need 
to be replaced,Plant 
Manger doesn't have this 
type of tile at location and 
can't replaced it

4/7/14 1st Floor boy's restroom across fr 
106

Asbestos

Oakhaven HS (2545) 3A Internet drops on wall area 
had no power

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

2/19/14 1st Floor rm 108 Cabling



Oakhaven HS (2545) 3A Internet drops inside 
classrooms are not 
working . School had a 
power outage on 2-18-
2014

 (SCS Network Cabling 
and Electronics dept.-- 

2/19/14 1st floor hallway side of 
hallway by rm 108

Cabling

Oakhaven HS (2545) 3A Internet drops inside 
classrooms are not 
working. School had a 
power outage on 2-18-14

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

2/19/14 2nd Floor classroom on hallway by 
rm 208

Cabling

Oakhaven HS (2545) 3A internet drop inside 
classroom is bad need to 
be repaired

11/4/13 1st Floor rm 102 Cabling

Oakhaven HS (2545) 3A internet drop inside room 
is bad and need to be 
repaired

11/4/13 1st Floor rm 106 Cabling

Oakhaven HS (2545) 3A internet drop inside room 
is bad and need to be 
repaired

11/4/13 1st Floor rm 111 Cabling

Oakhaven HS (2545) 3A Intercom speaker fell off 
wall wires are hanging

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

12/5/13 1st Floor rm 123 Cabling

Oakhaven HS (2545) 3A classroom has a bad drop

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

10/17/13 1st Floor rm  102-5 Cabling

Oakhaven HS (2545) 3A classroom has a bad drop

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

10/17/13 1st Floor rm 102-3 Cabling

Oakhaven HS (2545) 3A classroom has a bad drop

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

10/17/13 1st Floor rm 111-6 Cabling



Oakhaven HS (2545) 3A classroom has a bad 
internet drop

9/3/13 1st Floor rm 118 (Officer's Office Cabling

Oakhaven HS (2545) 3A classroom has a bad 
internet drop

9/3/13 1st Floor rm 111 Cabling

Oakhaven HS (2545) 3A classroom has a bad 
internet drop

9/3/13 1st Floor rm 106 Cabling

Oakhaven HS (2545) 3A window need to be 
replaced

3/26/14 1st Floor Middle School Building 
Girl's restroom by rm 128

Carpentry

Oakhaven HS (2545) 3A window need to be 
replaced

3/26/14 2nd Floor stairwell across fr 206 Carpentry

Oakhaven HS (2545) 3A per ms harvey 416-2300 
entry door to middle 
school top latch is broken 
can't secure

3/26/14 Carpentry

Oakhaven HS (2545) 3A need (1) window replaced 3/21/14 2nd Floor stairwell next to Boiler 
room

Carpentry

Oakhaven HS (2545) 3A need (3) packs of ceiling 
tiles

3/21/14 Administration Area entire building Carpentry

Oakhaven HS (2545) 3A per ms harvey 416-2300 
the entry door to the 
middle school part of high 
school can't bar down

3/18/14 Carpentry



Oakhaven HS (2545) 3A ceiling tiles need to be 
replaced ,tile is badly 
stained Plant Manger can't 
replace this type of ceiling 
tile

3/19/14 Administration Area Band room Carpentry

Oakhaven HS (2545) 3A Remove broken glass in 
window in cafeteria and 
replace two glass panels 
in hallway by sbe office.

3/20/14 Carpentry

Oakhaven HS (2545) 3A WINDOW MID SCH 
BASEMENT RM B2-NOT 
CLOSING ALL THE WAY-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
HARVEY 416-2320 KLR

3/20/14 Carpentry

Oakhaven HS (2545) 3A (1) window need to be 
replaced

3/20/14 1st Floor Middle School  rm 125 Carpentry

Oakhaven HS (2545) 3A (2) windows need to be 
replaced

3/20/14 1st Floor Middle School rm 121 Carpentry

Oakhaven HS (2545) 3A rm 223 has (2) windows 
that need to be replaced , 
rm 225 has (2) windows 
that need to be replaced 
and (1) window latch is 
broken

3/20/14 1st Floor rm 223 ,225 Carpentry

Oakhaven HS (2545) 3A classroom has (1) latch on 
window that need to be 
replaced

3/20/14 2nd Floor Middle School rm 226 Carpentry

Oakhaven HS (2545) 3A rm 218 (2) windows need 
to be replaced ,rm 216 (1) 
window need to be 
replaced , rm 211 (1) 
window need to be 
replaced 

3/20/14 2nd Floor rm 218,216,211 Carpentry

Oakhaven HS (2545) 3A rm 202 (2) window latch 
handle need to be 
replaced, rm 204 (2) 
window latch  handle need 
to be replaced

3/20/14 2nd Floor rm 204,202 Carpentry



Oakhaven HS (2545) 3A (3) windows need to be 
replaced

3/20/14 1st Floor breezeway next to Plant 
Manger Office

Carpentry

Oakhaven HS (2545) 3A (1) window need to be 
replaced

3/20/14 2nd Floor stairwell window by 211 Carpentry

Oakhaven HS (2545) 3A (1) window latch need to 
be replaced ,will not lock

3/20/14 2nd Floor rm 210 Carpentry

Oakhaven HS (2545) 3A  (1)window need to be 
replaced across fr rm 206  
in stairwell

3/20/14 2nd Floor stairwell across fr rm 206 Carpentry

Oakhaven HS (2545) 3A rm 108 (1) window need to 
be replaced , rm 110 (2) 
windows need to be 
replaced , rm 109 (1) 
window need to be 
replaced and (1) latch 
need to be replaced on a 
window

3/20/14 1st Floor rm 108,109,110 Carpentry

Oakhaven HS (2545) 3A (1) window need to be 
replaced

3/20/14 1st Floor rm 111 Carpentry

Oakhaven HS (2545) 3A need (2) windows replaced 3/20/14 Cafetorium cafe Carpentry

Oakhaven HS (2545) 3A (2) windows need to be 
replaced

3/21/14 2nd Floor girl's restroom across fr 
213

Carpentry

Oakhaven HS (2545) 3A window broken out of gym 
up really high ,location 
near band room entrance

2/13/14 Gym High School Gym Carpentry



Oakhaven HS (2545) 3A REAR ENTRANCE DOOR 
ACROSS FROM RM 120-
LATCH NOT CATCHING-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
HARVEY 416-2300 KLR

2/19/14 Carpentry

Oakhaven HS (2545) 3A per ms harvey 416-2300 
back exit door to gym 
leading to band room 
screws are out and can't 
secure

2/26/14 Carpentry

Oakhaven HS (2545) 3A EXIT CAFE DOOR, CANT 
SECURE
PLANT MGR-
PARKER/237.6756

1/22/14 Carpentry

Oakhaven HS (2545) 3A WINDOW HAS CAME 
COMPLETELY OUT  IN 
RM-203
PLANT MGR-
HARVEY/416.2320

1/27/14 Carpentry

Oakhaven HS (2545) 3A window glass need to be 
resealed,window is coming 
apart. I need this done to 
prevent a break-in

11/1/13 2nd Floor stairwell across from rm 
109

Carpentry

Oakhaven HS (2545) 3A middle school hallway 
entrance door coming from 
high school, hand rail is 
very loose need to be 
tighten and secured to wall 
area

11/4/13 1st Floor middle school hallway Carpentry

Oakhaven HS (2545) 3A DOOR - AUDITORIUM - 
BEHIND STAGE - TOP 
LOCK BENT - AND HAS A 
LOT OF EQUIPMENT IN 
THIS RM - NEED TO BE 
SECURED - PM/HARVEY 
416-2300  

12/20/13 Carpentry

Oakhaven HS (2545) 3A WINDOW RM 103-
BROKEN OUT-PLANT 
MGR HARVEY 416-2300 
KLR

1/13/14 Carpentry

Oakhaven HS (2545) 3A FRONT OF GYM-
SCREWS HAVE BEEN 
TAKEN OUT OF METAL 
FRAME AROUND 
WINDOW-WON'T BE 
ABLE TO SECURE-
PLANT MGR HARVEY 
416-2300 KLR

10/14/13 Carpentry



Oakhaven HS (2545) 3A WINDOWS - MAIN OFC - 
& RM 123 - BROKEN OUT 
- DUE TO A BREAKIN- 
CAN'T SECURE - 
SBE/TUGGERS 416-2440

10/28/13 Carpentry

Oakhaven HS (2545) 3A exterior door closer need 
to be replaced

8/23/13 Auditorium lobby area Carpentry

Oakhaven HS (2545) 3A inside office door need to 
be shaved door gets stuck 
when trying to open (very 
hard )

8/26/13 Administration Area Fin.Sec Office Carpentry

Oakhaven HS (2545) 3A SECURITY OFC DOOR 
NOT LOCKING-THEY 
HAVE A LOT OF 
EXPENSIVE EQUIPMENT 
INSIDE-PLANT MGR 
HARVEY 416-2300 KLR

9/6/13 Carpentry

Oakhaven HS (2545) 3A WINDOW 2ND FLR ON 
FIRE ESCAPE TO 
LIBRARY-DAMAGED DUE 
TO AN ATTEMPT BREAK 
IN OVER THE WEEKEND-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
HARVEY 416-2320 KLR

9/23/13 Carpentry

Oakhaven HS (2545) 3A In the cafeteria the exit 
door can't be secured 
because the latch is 
broken per Shelia Harvey 
416-2300

9/24/13 Carpentry

Oakhaven HS (2545) 3A Need closer replaced on 
northwest stairwell door

7/29/13 Administration Area middle school Carpentry

Oakhaven HS (2545) 3A got seversal pcs of cove 
base missing, that need to 
be replaced

7/30/13 3rd Floor middle school Carpentry

Oakhaven HS (2545) 3A got corner and edges  that 
are missing cove base at 
the double door on the 
high and middle school 
side

7/30/13 middle and high school Carpentry



Oakhaven HS (2545) 3A Repair ceiling in middle 
school 2nd floor hallway.

7/31/13 Carpentry

Oakhaven HS (2545) 3A DOOR TO NEW GYM G 
LOCKER RM-HARD TO 
OPEN-SBE CAN 
UNLOCK, CAN'T OPEN-
NEED TO HAVE ACCESS-
SBE SCURLOCK 416-
2300 KLR

8/1/13 Carpentry

Oakhaven HS (2545) 3A classroom 110 got several 
pcs of cove base missing

8/5/13 1st Floor high school Carpentry

Oakhaven HS (2545) 3A broken bleachers in the 
old gym need to be 
repaired

8/8/13 Gym high school Carpentry

Oakhaven HS (2545) 3A windows in ticket booth 
are broken, could the 
windows be replaced with 
plex-i-glas   thanks so 
much

8/15/13 football field Carpentry

Oakhaven HS (2545) 3A outside in the back of the 
bldg up the steps at the 
Media-Center, broken 
window pane need to be 
removed, looks like a 
break in to Security, thanks

8/22/13 Carpentry

Oakhaven HS (2545) 3A Both set of double doors in 
gym need closers replaced

8/23/13 Gym Back of gym Carpentry

Oakhaven HS (2545) 3A basement door on the 
south end of the bldg 
closer need to be 
replaced, door stands 
open

8/23/13 Basement Carpentry

Oakhaven HS (2545) 3A door will not close when 
some one leaves out or 
the building

8/23/13 main bldg Carpentry



Oakhaven HS (2545) 3A windows need to be 
corked, when it rains water 
enter the building.

4/4/14 Hallway/Corridor 1st floor by Plant Manger 
Office

Carpentry

Oakhaven HS (2545) 3A entrance door very hard to 
close ,door is off track or 
needs to be shaved 

4/9/14 Cafeteria B-Building entrance door Carpentry

Oakhaven HS (2545) 3A cafe back exit door latch 
sticking ,hard to lock.

4/9/14 Cafetorium cafe back exit door Carpentry

Oakhaven HS (2545) 3A per ms harvey 416-2300 
cafeteria back door screws 
are out and can't secure

4/17/14 Carpentry

Oakhaven HS (2545) 3A ENTRANCE DOOR 
BANDRM-HANGING OFF 
HINGES-WILL NOT BE 
ABLE TO SECURE BLDG-
PLANT MGR HARVEY 
416-2300 KLR

5/1/14 Carpentry

Oakhaven HS (2545) 3A WINDOW - MIDDLE 
BLDG - BASEMENT -RM 
B4 - SECURE WINDOW - 
SCREWS HAS BEEN 
TAKEN OUT - DUE TO A 
BREAKIN - PM/HARVEY 
416-2300

6/2/14 Carpentry

Oakhaven HS (2545) 3A hallway windows seals 
need to be recaulked, 
when it rains water comes 
into building keeping floors 
wet (hazard for students 
and staff)

10/31/13 1st Floor entrance hallway middle 
school

Carpentry

Oakhaven HS (2545) 3A windows need to be 
resealed,when it rains 
water comes inside 
building making it (hazard 
for students and staff)

10/31/13 1st Floor hallway by Plant Manger 
Office

Carpentry

Oakhaven HS (2545) 3A Weight room need Dip 
Bars installed on wall area. 
Weight room does not 
have Bars at the location

1/21/14 Auxiliary Gym Old Gym Weight room Carpentry



Oakhaven HS (2545) 3A need ceiling tile straps. 
metal pcs replaced, 
insulation work done

7/24/13 middle school Carpentry

Oakhaven HS (2545) 3A windows need to be 
rechaulked when it rains 
water comes inside 
building

1/14/14 1st Floor hallway by Plant manger 
office

Carpentry

Oakhaven HS (2545) 3A need window guards 
installed on inside of 
classroom windows to 
secure classroom from 
break-ins

9/30/13 2nd Floor rm 213 Computer lab Carpentry

Oakhaven HS (2545) 3A both set of double doors 
need to be adjusted need 
will not close when some 
one leaves out

8/23/13 Cafeteria exterior doors Carpentry

Oakhaven HS (2545) 3A light fixture has a bad 
ballast

3/26/14 1st Floor stairwell across fr rm  120 Electrical

Oakhaven HS (2545) 3A HEAT RM 118-NOT 
COMING ON-PLANT 
MGR HARVEY 416-230 
KLR

1/17/14 Electrical

Oakhaven HS (2545) 3A per ms harvey 416-2300 
room 103 heat not coming 
on

3/26/14 Electrical

Oakhaven HS (2545) 3A UNIT NOT COMING ON 
IN RM-210
PLANT MR-
HARVEY/416.2320

3/21/14 Electrical

Oakhaven HS (2545) 3A exit light not working 3/24/14 1st Floor hallway by rm 106 Electrical



Oakhaven HS (2545) 3A have several electrical 
clocks throughout building 
that needs to be set,all 
battery clocks have 
already been set

3/10/14 Hallway/Corridor entire building Electrical

Oakhaven HS (2545) 3A exist light not working 
across fr rm 206

3/20/14 2nd Floor hallway across fr rm 206 Electrical

Oakhaven HS (2545) 3A (4) exist lights not working 3/21/14 Auxiliary Gym Old gym Electrical

Oakhaven HS (2545) 3A UV NOT COMING ON  IN 
RM-120
PLANR MGR-
HARVEY/288.0094

1/31/14 Electrical

Oakhaven HS (2545) 3A per shelia harvey 416-
2300 the bell schedule 
needs changing

2/10/14 Electrical

Oakhaven HS (2545) 3A bad ballast (2) light fixtures 
, lights have already been 
changed

2/10/14 Administration Area ROTC Building Electrical

Oakhaven HS (2545) 3A in the middle school part of 
the building, the teacher's 
lounge unit is not coming 
on per ms harvey 416-
2300

2/11/14 Electrical

Oakhaven HS (2545) 3A need clocks set for 
daylight saving time

2/24/14 Administration Area Main Office Electrical

Oakhaven HS (2545) 3A No power to unit vents in 
middle school.

2/26/14 Electrical



Oakhaven HS (2545) 3A electrical outlets on wall 
area not working by 
teacher desk

2/27/14 2nd Floor rm 203 Electrical

Oakhaven HS (2545) 3A HEAT RM 222 MID SCH 
AREA-NOT COMING ON-
PLANT MGR HARVEY 
416-2300 KLR

3/6/14 Electrical

Oakhaven HS (2545) 3A UNIT NOT COMING ON 
IN AUDIT
PLANT MGR-
HARVEY/416.2320

3/6/14 Electrical

Oakhaven HS (2545) 3A lights fixture has a bad 
ballast, lights have already 
been changed

10/30/13 Administration Area ROTC Building Electrical

Oakhaven HS (2545) 3A can't change light ,need a 
special tool to get into 
fixture

10/30/13 1st Floor stairwell near garbage 
dumpter

Electrical

Oakhaven HS (2545) 3A Ballast in classroom 202 
need to be replaced

7/5/13 2nd Floor high school Electrical

Oakhaven HS (2545) 3A Ballast in classroom 109 
need to be replaced

7/5/13 1st Floor high school Electrical

Oakhaven HS (2545) 3A Ballast in classroom 106 
need to be replaced

7/5/13 1st Floor high school Electrical

Oakhaven HS (2545) 3A Ballast in classroom 105 
need to be replaced

7/5/13 1st Floor high school Electrical



Oakhaven HS (2545) 3A Need two ballast in 
classroom 103 need to be 
replaced

7/5/13 1st Floor high school Electrical

Oakhaven HS (2545) 3A main hall, knob that hold 
bulb in place broken, need 
to be replaced 

7/5/13 2nd Floor high school Electrical

Oakhaven HS (2545) 3A one side of classroom 
electrical outlets not 
working

1/21/14 2nd Floor rm 203 Electrical

Oakhaven HS (2545) 3A UNIT COMING ON IN 
GUIDANCE OFFICE.
PLANT MGR-
HARVEY/416.2320

1/21/14 Electrical

Oakhaven HS (2545) 3A RECEPTACLES 
GUIDANCE OFC RM #118 
& RM 203-HAVE NO 
POWER-WILL NEED-
PLANT MGR HARVEY 
416-2300 KLR

1/21/14 Electrical

Oakhaven HS (2545) 3A HEAT MID SCH GYM-
(THEY ARE HAVING A 
DANCE TODAY AT 1PM) 
& RM 111-BOTH NOT 
COMING ON-PLANT 
MGR HARVEY 416-2300 
KLR

1/23/14 Electrical

Oakhaven HS (2545) 3A UNIT NOT HEATING IN 
GYM ( HAVING A GAME 
TONIGHT)
PLANT MGR-
HARVEY/416.2320

1/28/14 Electrical

Oakhaven HS (2545) 3A bad ballast (2) lights out 
inside classroom, bulbs 
have already been 
changed

1/29/14 2nd Floor rm 210 Electrical

Oakhaven HS (2545) 3A per Ms Harvey 416-2300 
in the gym, boys locker 
room they have no lights 
and it is the only restroom 
too

1/29/14 Electrical



Oakhaven HS (2545) 3A outside light infront of back 
entrance door is not 
working

1/29/14 Administration Area ROTC Building Electrical

Oakhaven HS (2545) 3A bells are not ringing entire 
school per ms harvey 416-
2300

1/29/14 Electrical

Oakhaven HS (2545) 3A classroom has (3) lights 
out ,bad ballast. Also 
classroom has (4) lights 
out  light are to high to 
reach

11/8/13 Administration Area ROTC Building Electrical

Oakhaven HS (2545) 3A HEAT RMS 121 & 123-
BOTH NOT COMING ON-
PLANT MGR HARVEY 
416-2320 KLR

11/12/13 Electrical

Oakhaven HS (2545) 3A UNIT VENT - MIDDLE 
SCHOOL - RM 125 - NOT 
COMING ON - 
PM/HARVEY -  416-2300

11/14/13 Electrical

Oakhaven HS (2545) 3A NO POWER TO LIGHTS 
IN AUDIT LOBBY
PLANT MGR-
SCURLOCK/353.8590

11/18/13 Electrical

Oakhaven HS (2545) 3A electrical outlet inside 
School Policeman office 
not working (2) outlets

11/18/13 Administration Area rm 119 Guidance Electrical

Oakhaven HS (2545) 3A UNITS NOT COMING ON 
IN NEW& OLD GYM.
PLANT MGR-
HARVEY/288.0094

11/25/13 Electrical

Oakhaven HS (2545) 3A bad ballast (2) light fixtures 12/2/13 2nd Floor hallway in front of rm  217 Electrical



Oakhaven HS (2545) 3A bad ballast , light bulbs 
have already been 
changed

12/5/13 rm 202 Electrical

Oakhaven HS (2545) 3A the middle school section 
assistant principal's office 
Rm 128 unit is not coming 
on per Ms. Harvey 416-
2300

12/9/13 Electrical

Oakhaven HS (2545) 3A Unit Ventilator on the 
STAIRWELL (Middle 
School Area) is NOT 
COMING ON per Ms. 
Harvey, Plant Mgr. 
416.2300

12/11/13 Electrical

Oakhaven HS (2545) 3A NO POWER TO LIGHTS 
IN B/LOCKER RR NEW 
GYM
PLANT MGR-
HARVEY/288.0094

12/11/13 Electrical

Oakhaven HS (2545) 3A emerg light not working 12/19/13 2nd Floor stairwell across fr rm 240 Electrical

Oakhaven HS (2545) 3A (2) emerg lights near rm 
217

12/19/13 2nd Floor hallway near rm 217 Electrical

Oakhaven HS (2545) 3A (2) emerg lights not 
working by rm 221

12/19/13 2nd Floor hallway by rm 221 Electrical

Oakhaven HS (2545) 3A (3) electrical outlet need 
covers inside gym area 
around court area

12/20/13 Auxiliary Gym Middle school gym Electrical

Oakhaven HS (2545) 3A SWITCH IN RM 103 FOR 
THE HEATING UNIT - 
KEEPS CUTTING OFF & 
ON  - & TCHR'S LOUNG - 
UNIT VENT NOT 
COMING ON -  
PM/HARVEY 416-2300 

1/7/14 Electrical



Oakhaven HS (2545) 3A BELLS ARE NOT 
RINGING AT THE 
CORRECT TIMES -
PM/HARVEY 416-2300

1/9/14 Electrical

Oakhaven HS (2545) 3A .... got 2 ballast in 
classroom 203 that need 
to be replaced

7/11/13 2nd Floor high school Electrical

Oakhaven HS (2545) 3A hallway wall socket not 
working need to be 
replaced

7/11/13 2nd Floor high school Electrical

Oakhaven HS (2545) 3A requesting 2 boxes of 
lamp flr/ rapid start 25 
#46807, to replace blown 
bulbs

7/11/13 Electrical

Oakhaven HS (2545) 3A Ballast in classroom B-1 
need to be replaced

7/24/13 middle school Electrical

Oakhaven HS (2545) 3A Ballast in classroom B-4 
need to be replaced

7/24/13 middle school Electrical

Oakhaven HS (2545) 3A Exterior lights on the 
northwest end of the 
building need to be 
replaced, fixture missing, 
cover missing

7/24/13 Electrical

Oakhaven HS (2545) 3A hallway light bad ballast 10/2/13 2nd Floor hallway infront of rm 209 Electrical

Oakhaven HS (2545) 3A Inspect and make repairs  
to breaker in ROTC 
building.

10/4/13 Electrical



Oakhaven HS (2545) 3A ROTC Building breaker 
#15 keeps tripping and 
cannot secure building per 
Ms. harvey 416-2300

10/4/13 Electrical

Oakhaven HS (2545) 3A (2) lights out bad ballast 
,lights have already been 
changed

10/14/13 1st Floor middle school rm B-2 Electrical

Oakhaven HS (2545) 3A need (4) boxes of 
florescence light bulbs  to 
used through-out entire 
building. High School and 
Middle School

10/18/13 1st Floor through-out entire building Electrical

Oakhaven HS (2545) 3A Need 10, 46820 lights for 
replacement, need 2 
boxes of 46807 for 
replacement

8/23/13 Electrical

Oakhaven HS (2545) 3A Exterior light behind the 
Band room need light 
fixture, covers, bulbs, etc

8/23/13 Electrical

Oakhaven HS (2545) 3A Light in front of the 
University Center 
underneath canopy 
exterior light need to be 
replaced 

8/23/13 Electrical

Oakhaven HS (2545) 3A kitchen area toward back 
door has a electrical outlet 
not working. Also cafe 
manger office electrical 
outlet not working

8/26/13 Kitchen/cafe manger office Electrical

Oakhaven HS (2545) 3A UV RM 108-NOT COMING 
ON-PLANT MGR 
HARVEY 416-2320 KLR

8/30/13 Electrical

Oakhaven HS (2545) 3A lights on stage need to be 
replaced , only about (3) 
lights for the entire stage 
area

9/6/13 Auditorium stage area Electrical



Oakhaven HS (2545) 3A Bells are not working 
properly, requested from 
(Prin.) please see Prin. 
when you get to location. 
Thanks!

9/6/13 Administration Area Main Office Electrical

Oakhaven HS (2545) 3A Pump not coming on in 
boiler room per Shelia 
Havey 416-2320

9/9/13 Electrical

Oakhaven HS (2545) 3A bad ballast 9/10/13 2nd Floor hallway across from 
teacher lounge

Electrical

Oakhaven HS (2545) 3A U/V not working at all in 
room 103 per Shelia 
Harvey 416-2300

9/17/13 Electrical

Oakhaven HS (2545) 3A Gym has (12) lights not 
working and need to be 
replaced

9/18/13 Gym Middle School Gym Electrical

Oakhaven HS (2545) 3A library a/c not coming on 
per Shelia Harvey 416-
2300

9/30/13 Electrical

Oakhaven HS (2545) 3A lights need to be replaced 
need a 12ft ladder can't 
reach too high

9/30/13 Gym boy's locker room stairwell Electrical

Oakhaven HS (2545) 3A exterior lights on the east 
side of the main bldg, 
lights are blown need 
bulbs replaced

7/24/13 Electrical

Oakhaven HS (2545) 3A FLR RECEPTACLE SHOT 
OUT FIRE IN KITCHEN.
PLANT MGR.-
SCURLOCK/416-2300

7/26/13 Electrical



Oakhaven HS (2545) 3A Need 10, 3 light covers for 
lights in classroom

7/26/13 main bldg Electrical

Oakhaven HS (2545) 3A EXHAUST FAN NOT 
COMING ON IN 
KITCHEN.
PLANT MGR-
SCURLOCK/416.2300

7/30/13 Electrical

Oakhaven HS (2545) 3A Ballast in classroom 226 
need to be replaced

7/30/13 3rd Floor middle school Electrical

Oakhaven HS (2545) 3A  front entrance exterior 
lights under canopy are 
blown need to be replaced

7/30/13 high school Electrical

Oakhaven HS (2545) 3A exterior lights under 
canopy are blown 

7/30/13 middle school Electrical

Oakhaven HS (2545) 3A CLOCKS NEED TO BE 
RESET TO NEW 
SCHOOL TIMES AND 
BELL SCHEDULE-SBE 
HAS INFORMATION-SBE 
SCURLOCK 416-2300 
KLR

8/1/13 Electrical

Oakhaven HS (2545) 3A Ballast in Band room need 
to be replaced

8/2/13 high school Electrical

Oakhaven HS (2545) 3A bad ballast lights have 
already been changed (2) 
light fixtures

8/5/13 1st Floor girl's restroom across from 
rm 120 

Electrical

Oakhaven HS (2545) 3A There are 14 ceiling lights 
in the new gym that need 
to be replaced

8/6/13 Gym new gym Electrical



Oakhaven HS (2545) 3A Ballast in old gym lobby 
need to bew replaced

8/6/13 Gym old gym Electrical

Oakhaven HS (2545) 3A on work order #371718 
those are light bulbs that 
need to be replaced

8/6/13 Electrical

Oakhaven HS (2545) 3A UV IS MAKING NOISE IN 
RM-202(117)
PLANT MGR-
HARVEY/416.2320

8/7/13 Electrical

Oakhaven HS (2545) 3A hallway clock stop running, 
need to be replaced

8/7/13 1st Floor high school Electrical

Oakhaven HS (2545) 3A hallway clock stop running, 
need to be replaced

8/7/13 3rd Floor middle school Electrical

Oakhaven HS (2545) 3A In Gym exhaust fan is not 
working and the vents 
needs to be opened above 
for ventilation per Ms. 
Harvey 416-2300

8/8/13 Electrical

Oakhaven HS (2545) 3A Exhaust fan over cafe door 
vents need to be open and 
fan making rattling noise 
per Shelia Harvey 416-
2320

8/8/13 Electrical

Oakhaven HS (2545) 3A UV-15 RM 104-NOT 
COOLING-SBE HARVEY 
416-2300 KLR

8/9/13 Electrical

Oakhaven HS (2545) 3A light fixture has a bad 
ballast,lights have already 
been changed

8/9/13 2nd Floor stairwell across from 208 Electrical



Oakhaven HS (2545) 3A UV-20 RM 210, UV-15 RM 
110, UV-15 RM 104 & RM 
102-ALL NOT COMING 
ON-SBE HARVEY 416-
2300 KLR

8/12/13 Electrical

Oakhaven HS (2545) 3A behind new gym next to 
the concession exterior 
light bulb blown need to be 
replaced

8/13/13 Gym Electrical

Oakhaven HS (2545) 3A (4) bad ballasts lights have 
already been changed

8/15/13 Auxiliary Gym New Gym girl's locker 
room

Electrical

Oakhaven HS (2545) 3A Need 30, 46820 light bulbs 
to replace bulbs along 
breezeway outside from 
the main bldg to the old 
gym, inside of the old gym 
in the stairwells, and the 
Auditorium

8/15/13 Electrical

Oakhaven HS (2545) 3A electrical outlet wall 
window area making loud 
noise 1S0-CR2 CP-2

8/16/13 1st Floor rm 124 Electrical

Oakhaven HS (2545) 3A bad ballast ,lights have 
already been changed

8/19/13 1st Floor stairway across from rm 
124

Electrical

Oakhaven HS (2545) 3A light fixture has bad 
ballast,lights have already 
been changed

8/21/13 Administration Area Band room Electrical

Oakhaven HS (2545) 3A Electrical outlets on wall 
area inside Gym not 
working near Band room 
entrance

8/21/13 Auxiliary Gym High School Electrical

Oakhaven HS (2545) 3A in the seating area in the 
auditorum the last row of 
lights need the base 
removed from fixture, and 
1 fixture replaced

8/21/13 Auditorium Electrical



Oakhaven HS (2545) 3A Stadium lights not working 8/22/13 Athletic Field Stadium Lights Electrical

Oakhaven HS (2545) 3A UV IS MAKING NOISE IN 
MAIN OFFICE MID
PLANT MGR-
HARVEY/416.2320

8/22/13 Electrical

Oakhaven HS (2545) 3A lights need to be changed 
,can't get lights on by 
switch on the wall or 
ballast is bad. Lights are 
too high to reach

8/22/13 Athletic Field Stadium locker room Electrical

Oakhaven HS (2545) 3A 1st light bulb broken in 
fixture/ 2nd light screw 
stripped/ 3rd light infront of 
ROTC too high to reach to 
replace

8/23/13 Auxiliary Gym breezeway leaving to old 
gym

Electrical

Oakhaven HS (2545) 3A (2) light fixtures bad 
ballasts

4/8/14 Administration Area Middle School  rm 128 Electrical

Oakhaven HS (2545) 3A need a Lift for inside of 
Gym to plug scoreboard 
up . I do not have a ladder 
that can reach outlet.

4/29/14 Gym Old Gym Electrical

Oakhaven HS (2545) 3A per ms harvey 416-2300 in 
the middle school part of 
the building rooms B1 and 
room 223 a/c not coming 
on

4/29/14 Electrical

Oakhaven HS (2545) 3A UNIT NOT COMING ON 
IN LIBRARY 2ND FLR
PLANT MGR-
HARVEY/416.2320

6/17/14 Electrical

Oakhaven HS (2545) 3A PARTIAL OUTAGE-
VARIOUS AREAS THRU 
OUT BLDG-PLANT MGR 
HARVEY 416-2300 KLR

6/20/14 Electrical



Oakhaven HS (2545) 3A bad ballasts lights have 
already been changed out

5/7/14 Auditorium girl's restroom Electrical

Oakhaven HS (2545) 3A BURNING SMELL IN RM 
217-PLANT MGR 
HARVEY 416-2300 KLR

5/13/14 Electrical

Oakhaven HS (2545) 3A LIGHTS - AUD STAGE 
LIGHTS ARE NOT 
WORKING - HAVING A 
PROGRAM TODAY - 
PM/HARVEY 416-2300

5/15/14 Electrical

Oakhaven HS (2545) 3A Fire Alarm  making 
beeping sound  panel 
reads( Fault Low Battery)

5/19/14 Administration Area Main office Electrical

Oakhaven HS (2545) 3A Coach Gray request to get 
(2) big stand up fans for 
Old Gym  student will be 
using gym the entire 
summer

5/27/14 Gym Electrical

Oakhaven HS (2545) 3A Washer & Dryer is not 
working in Middle School 
Gym

1/30/14 Gym New Gym Middle School Electrical

Oakhaven HS (2545) 3A Monthly - Filter-Oakhaven 
High - Refer to PM 
schedule details.

5/2/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A repair ac unit in room 206 3/28/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A per ms harvey 416-2300 
boilers are down

3/24/14 Heating/Ventilation /Air 
Conditioning



Oakhaven HS (2545) 3A per ms harvey 416-2300 
room 103 is blowing cold 
and room 217 is over 
heating

3/18/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A per shelia harvey 416-
2300 room 202 the heating 
unit keeps cutting on and 
off

2/3/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UNIT is NOT HEATING in 
ROOM 202 per Shelia 
Harvey, Plant Mgr. 
416.2300

2/4/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A SBE Harvey 416-2300: 
Related HVAC in room 
121 kept setting off the 
alarm overnight. Security 
responed three times.

2/6/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Replace boiler mixing 
valve.

2/11/14 Mechanical Room Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A BOILER-1 & BOILER-2-
BOTH NOT COMING ON-
PLANT MGR HARVEY 
416-2300 KLR

2/21/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A HEAT RM 103-NOT 
COMING ON-PLANT 
MGR HARVEY 416-2300 
KLR

2/27/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A BOILERS ARE NOT 
COMING ON - 
PM/HARVEY 416-2300

3/7/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UNIT IN RM 226 IS 
MAKING A LOUD NOISE. -
2300 TEACHER LOUNGE 
IS NOT COOLING.  SBE 
SCURLOCK 416-2300

7/1/13 Heating/Ventilation /Air 
Conditioning



Oakhaven HS (2545) 3A UV NOT COMING ON IN 
RM-210.
PLANT MGR-
HARVEY/288.0094

1/21/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A HEAT RM 103-NOT 
HEATING-PLANT MGR 
HARVEY 416-2300 KLR

1/22/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A HEAT RM 128-NOT 
COMING ON-PLANT 
MGR HARVEY 416-2300 
KLR

1/24/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UV NOT HEATING IN RM-
203
PLANT MGR-
HARVEY/416.2320

1/27/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UV RM 119-NOT 
HEATING-PLANT MGR 
HARVEY 416-2300 KLR

1/27/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A MID SCH RM 103, 124, & 
123-ALL KEEP CUTTING 
OFF AND ON-PLANT 
MGR HARVEY 416-2300 
KLR

1/29/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A MID SCH RM 225-NOT 
HEATING-PLANT MGR 
HARVEY 416-2300 KLR

1/29/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A ROTC BLDG OFC AREA-
NOT HEATING-PLANT 
MGR HARVEY 416-2300 
KLR

1/29/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A kitchen unit not coming on 
per Ms. Harvey 416-2300

11/13/13 Heating/Ventilation /Air 
Conditioning



Oakhaven HS (2545) 3A cafe unit making loud 
noise per ms. harvey  416-
2300
and SBE office not heating 
and B4 not heating

11/13/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UNIT VENT - MIDDLE 
SCH PRIN OFC - 
OVERHEATING -
SHOWING 96 DEGREES - 
PM/HARVEY -  416-2300

11/14/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A HEAT ASST PRIN'S OFC-
NOT HEATING-PLANT 
MGR HARVEY 416-2320 
KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A HEAT MAIN OFC & 
PRIN'S OFC-BOTH NOT 
HEATING-PLANT MGR 
HARVEY 416-2300 KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A HEAT MID SCHOOL OFC-
NOT COMING ON-PLANT 
MGR HARVEY 416-2300 
KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A main office blowing cold 
air per Ms. Harvey 416-
2300

12/9/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A HEAT ENTIRE 2ND FLR 
ABOUT (30) RMS PER 
SBE & CAFE-ALL NOT 
HEATING-PLANT MGR 
HARVEY 416-2300 KLR

12/9/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Unit is NOT HEATING in 
ROOM B4 (Middle School 
Basement Area) per Shelia 
Harvey, Plant Mgr. 
416.2300

12/11/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UV NOT COMING ON IN 
RM-125.
PLANT MGR-
HARVEY/416.2320

12/12/13 Heating/Ventilation /Air 
Conditioning



Oakhaven HS (2545) 3A UNIT VENT - RM 119 
BLOWING BUT NOT 
HEATING - PM/HARVEY 
416-2300 

12/13/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Monthly - Filter-Oakhaven 
High - Refer to PM 
schedule details.

1/3/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Unit is NOT COMING ON 
in Room 128 
(Administrative Office in 
the Middle School area) 
per Shelia Harvey, Plant 
Mgr. 416.2300

1/6/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Units are NOT HEATING 
in ROOM 128 and also the 
OFFICE inside LIBRARY 
on the Middle School Side 
per Shelia Harvey, Plant 
Mgr. 416.2300

1/7/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Units are NOT COMING 
ON in ROOMS 126 AND 
B3 on the Middle School 
Side per Shelia Harvey, 
Plant Mgr. 416.2300

1/7/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A HEAT AUDITORIUM-NOT 
HEATING-PLANT MGR 
HARVEY 416-2300 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A HEAT BANDRM-NOT 
HEATING-PLANT MGR 
HARVEY 416-2300 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A chiller in alarm 7/11/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UNIT IN THE AUDIT. 
LOBBY IS NOT 
COOLING.SBE 
SCURLOCK 416-2300

7/24/13 Heating/Ventilation /Air 
Conditioning



Oakhaven HS (2545) 3A Rooms B3, 121, 125 are 
not cooling
per Ms. Scurlock 416-2300

7/24/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Rms 111, 105, 204, 109 
not cooling
Rm 202 a/c making loud 
noise
per Ms, Scurlock 416-2300

7/24/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Monthly - Oil Lube & Belt-
Oakhaven High - Refer to 
PM schedule details.

10/1/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A CHILLERS - (2) NOT 
COMING ON  - 
PM/HARVEY 416-4070

8/29/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Repair chiller 8/29/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Monthly - Filter-Oakhaven 
High - Refer to PM 
schedule details.

8/30/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UV LIBRARY-NOT 
COOLING-PLANT MGR 
HARVEY 416-2320 KLR

9/3/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UV LIBRARY & A/C ROTC 
BLDG-BOTH NOT 
COOLING-PLANT MGR 
HARVEY 416-2300 KLR

9/4/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A 2 chillers down per Shelia 
Harvey 416-2320

9/9/13 Heating/Ventilation /Air 
Conditioning



Oakhaven HS (2545) 3A CHILLER MAIN BLDG-
NOT COMING ON-PLANT 
MGR HARVEY 416-2300 
KLR

9/11/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A library a/c not working at 
all per Ms. Harvey 416-
2300

9/23/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A RTU-3B SHOP ROOF 
WEST SERVES MAIN 
OFC & RTU-3C SHOP 
ROOF EAST SERVES 
MAIN OFC-BOTH NOT 
COOLING-SBE HARVEY 
416-2300 KLR

8/6/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A RTU NOT COOLING IN 
RM-118(082,083)
PLANT MGR-
HARVEY/416.2320

8/7/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A chiller Down per Shelia 
Harvey 416-2300

8/13/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Both chillers are down and 
in alarm per Ms. Harvey

8/15/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UV-15 RM 110-NOT 
COOLING-SBE HARVEY 
416-2300 KLR

8/16/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A (2) AIR COOLED 
CHILLERS-NOT COMING 
ON-PLANT MGR 
HARVEY 416-2300 KLR

8/19/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A A/C MIDDLE SCH MAIN 
OFC B5-NOT COMING 
ON-SBE HARVEY 416-
2300 KLR

8/21/13 Heating/Ventilation /Air 
Conditioning



Oakhaven HS (2545) 3A CHILLERS NOT COMING 
ON-PLANT MGR 
HARVEY 416-2320 KLR

8/23/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Unit Ventilator leaking 
water from ceiling area in 
Room B1-Basement area 
of OAKHAVEN MIDDLE 
SCHOOL per Shelia 
Harvey, Plant Mgr. 
901.416.2300

8/23/13 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A A/C CAFE-MAKING 
NOISES-PLANT MGR 
HARVEY 416-2300 KLR

4/15/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A per ms harvey 416-2300 
chillers are down

4/28/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Monthly - Oil Lube & Belt-
Oakhaven High - Refer to 
PM schedule details.

4/29/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UNIT NOT COMING ON 
IN ROTC BLDG. 
PLANT MGR-
HARVEY/416.2320

4/29/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A A/C UNIT is NOT 
COMING in ROOM 204 
per Sheila Harvey, Plant 
Mgr. 416.2300

5/2/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UNIT NOT COMING ON 
IN RM-
203,204,206,GUIDANCE 
OFFICE, CAFE
PLANT MGR-
HARVEY/416.2300

5/6/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A CHILLERS are DOWN per 
Sheila Harvey, Plant Mgr. 
416.2300

6/16/14 Heating/Ventilation /Air 
Conditioning



Oakhaven HS (2545) 3A UNIT NOT COOLING IN 
LIBRARY. 
PLANT MGR-
HARVEY/288.0094

5/12/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A CHILLER NOT COMING 
ON
PLANT MGR-
HARVEY/416.2300

5/12/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A UNIT NOT COOLING IN 
LIBRARY
PLANT MGR-
HARVEY/288.0094

5/13/14 Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A Filters need to be changed 
thur-out  building

3/24/14 Entire Building Heating/Ventilation /Air 
Conditioning

Oakhaven HS (2545) 3A hand rail in library need to 
be repainted

7/9/13 Library Painting

Oakhaven HS (2545) 3A hallrails in hallway need to 
be repainted

7/9/13 2nd Floor middle school Painting

Oakhaven HS (2545) 3A Principal (Shari Jones 
)request to have Gym 
painted.Gym walls and 
door are peeling badly

10/29/13 Gym  Old High School Gym Painting

Oakhaven HS (2545) 3A paint peeling inside 
kitchen area, need to be 
painted

3/24/14 Cafeteria cooking area Painting

Oakhaven HS (2545) 3A serving line area need to 
be painted

3/24/14 Cafeteria serving line area Painting



Oakhaven HS (2545) 3A GRAFFIT ON THE THE 
OLD GYM BRICK  
EXT.OF THE EASTSIDE 
OF THE BLDG. SBE 
SCRULOCK 416-2300

7/8/13 Painting

Oakhaven HS (2545) 3A Graffiti on Main bldg on 
the WEST side and on the 
SOUTH side of the ROTC 
bldg.

7/9/13 Painting

Oakhaven HS (2545) 3A 2nd and 3rd stall inside 
door wall area has graffiti 

12/10/13 Restroom (Girls) Middle school  across fr rm 
224

Painting

Oakhaven HS (2545) 3A 3rd stall inside wall area 
has graffiti

12/10/13 1st Floor Middle School  girls 
restroom across fr rm 128

Painting

Oakhaven HS (2545) 3A GRAFFITI ON THE EXT. 
NEW GYM ON EAST & 
NORTH SIDE. SBE 
SCURLOCK 416-*2300

7/10/13 Painting

Oakhaven HS (2545) 3A boy's locker room 
handicap stall commode 
stopped up, this commode 
is the only handicap stall 
for the boy's

1/15/14 Auxiliary Gym New Gym  boy's locker 
room rr

Plumbing

Oakhaven HS (2545) 3A handsink inside 
consession area stopped 
up

3/21/14 Gym High School concession 
area

Plumbing

Oakhaven HS (2545) 3A Replace water cooler in 
the gym.

3/21/14 Plumbing

Oakhaven HS (2545) 3A waste water leaking on 
floor from bottom of 2 
compartment sink

2/4/14 Cafeteria kitchen Plumbing



Oakhaven HS (2545) 3A handle on faucet of 2 
compartment sink need to 
be reattached

2/4/14 Cafeteria kitchen Plumbing

Oakhaven HS (2545) 3A NO HOT WATER TO 
KITCHEN AREA-PLANT 
MGR HARVEY 416-2300 
KLR

2/6/14 Plumbing

Oakhaven HS (2545) 3A No heat in gym 2/12/14 Plumbing

Oakhaven HS (2545) 3A PIPE 1ST FLR BY 
TEACHER'S RR & SBE'S 
OFC-LEAKING-PLANT 
MGR HARVEY 416-2300 
KLR

2/24/14 Plumbing

Oakhaven HS (2545) 3A SEWAGE IS BACKING 
UP IN KITCHEN
PLANT MGR-
HARVEY/288.0094

2/24/14 Plumbing

Oakhaven HS (2545) 3A per ms harvey 416-2300 
cafeteria does not have 
hot water

2/25/14 Plumbing

Oakhaven HS (2545) 3A per ms harvey 416-2300 2 
compartment sink in 
kitchen pipe has burst and 
water is everywhere

3/5/14 Plumbing

Oakhaven HS (2545) 3A water leaking for ceiling 
area

10/31/13 Hallway/Corridor 1stMiddle School entrance Plumbing

Oakhaven HS (2545) 3A water leaking for ceiling 
area

10/31/13 Hallway/Corridor stairwell across from 102 Plumbing



Oakhaven HS (2545) 3A UNIT IN RM 104 IS 
LEAKING .  SBE 
SCURLOCK 416-2300

7/1/13 Plumbing

Oakhaven HS (2545) 3A per shelia harvey 416-
2300 water fountain in the 
gym is leaking from bottom 
and can't contain

1/27/14 Plumbing

Oakhaven HS (2545) 3A handsink boys restroom 
water won't cut off

11/13/13 1st Floor boy's restroom across fr 
Prin. Office

Plumbing

Oakhaven HS (2545) 3A 1st stall commode stopped 
up

11/20/13 1st Floor Middle School boy's 
restroom

Plumbing

Oakhaven HS (2545) 3A last stall commode 
stopped up

11/20/13 2nd Floor Middle school 2nd floor 
girl's restroom

Plumbing

Oakhaven HS (2545) 3A SPRAYER - KITC - 
LEAKING WTR NEXT TO 
KETTLE - CAN'T SHUT 
OFF - PM/HARVEY 416-
2300

11/20/13 Plumbing

Oakhaven HS (2545) 3A COMMODES 2ND FLR B 
RR-WHEN ONE IS 
FLUSHED, THE OTHER 
COMMODES IN RR 
OVERFLOWS & ONE IS 
STOPPED UP IN RR-
PLANT MGR HARVEY 
416-2300 KLR

11/20/13 Plumbing

Oakhaven HS (2545) 3A handsink faucet water 
won't cut off

11/26/13 2nd Floor boy's restroom across fr 
rm  209

Plumbing

Oakhaven HS (2545) 3A cafeteria restroom sink 
water will not cut off per 
Ms. harvey
416-2300

12/10/13 Plumbing



Oakhaven HS (2545) 3A SINK- 2 COMPARTMENT - 
CAFE  STOPPED UP - 
PM/SCURLOCK 416-2300

12/13/13 Plumbing

Oakhaven HS (2545) 3A Handicapped stall 
commode stopped up

12/17/13 Auxiliary Gym New Gym Boy's locker 
room  restroom

Plumbing

Oakhaven HS (2545) 3A Unit is LEAKING WATER 
in Room 209 per Shelia 
Harvey, Plant Mgr. 
416.2300

1/6/14 Plumbing

Oakhaven HS (2545) 3A both water fountain leaking 
water from under bottom 
and also from the sides(1) 
of the fountain has been 
shut off by plumber ,but 
water is still leaking from it

1/8/14 Auxiliary Gym Old Gym Plumbing

Oakhaven HS (2545) 3A pipe in classroom 105 
leaks, north side of 
classroom

7/16/13 1st Floor high school Plumbing

Oakhaven HS (2545) 3A a/c pipe leak in classroom 7/24/13 middle school Plumbing

Oakhaven HS (2545) 3A per Ms. Shelia Harvey 416-
2300 the a/c in the 
cafeteria is leaking 

10/1/13 Plumbing

Oakhaven HS (2545) 3A 2nd urinal flush valve bad 
,urinal keep flushing have 
turn water off

10/2/13 2nd Floor boy's restroom across fr 
206

Plumbing

Oakhaven HS (2545) 3A urinal stopped up and 
overflows when flushed

10/3/13 2nd Floor boy's restroom across fr 
rm 219

Plumbing



Oakhaven HS (2545) 3A girls restroom in locker 
room in old gym commode 
overflowing and can't cut 
off per Shelia Harvey 416-
2300

10/16/13 Plumbing

Oakhaven HS (2545) 3A commode flush valve bad 
and commode overflows

10/18/13 Auxiliary Gym Old Gym boy's locker 
room

Plumbing

Oakhaven HS (2545) 3A TOILET IS STOPPED UP 
WITH FECES IN B/RR 
LOCKER RM. 
PLANT MGR-
HARVEY/416.2320

10/21/13 Plumbing

Oakhaven HS (2545) 3A 2nd hand sink leaking 
water from under bottom

10/23/13 1st Floor girl's restroom next to cafe Plumbing

Oakhaven HS (2545) 3A Two (2) HAND SINKS in 
the GIRL'S RESTROOM 
across from ROOM 116 
are LEAKING from 
underneath per Ms. 
Harvey, Plant Mgr. 
416.2300

10/23/13 Plumbing

Oakhaven HS (2545) 3A UV RM 223 MIDDLE 
SCHOOL-LEAKING-
PLANT MGR HARVEY 
416-2320 KLR

8/27/13 Plumbing

Oakhaven HS (2545) 3A 3rd commode stopped up 9/3/13 1st Floor boys restroom across from 
120

Plumbing

Oakhaven HS (2545) 3A water fountain inside gym 
won't cut off

9/5/13 Gym Old GYM water fountain Plumbing

Oakhaven HS (2545) 3A URINALS 3RD FLR B RR-
CONSTANTLY 
OVERFLOWING PER 
SBE-PLANT MGR 
HARVEY 416-2300 KLR

9/11/13 Plumbing



Oakhaven HS (2545) 3A custodial mop sink 
stopped up

9/11/13 Custodial Closet 1st floor boiler rm Plumbing

Oakhaven HS (2545) 3A Please test RP devices on 
site.

9/16/13 Plumbing

Oakhaven HS (2545) 3A HAND SINK IS LEAKING 
WATER IN HALL 2ND 
FLR, CANT CONTROL
PLANT MGR-
HARVEY/416.2320

9/16/13 Plumbing

Oakhaven HS (2545) 3A Pipe LEAKING in ROOM 
105 per Sheila Harvey, 
Plant Mgr. 416.2300

9/18/13 Plumbing

Oakhaven HS (2545) 3A Sink was removed from 
the wall and water is 
running and cannot be 
contained per 

9/24/13 Plumbing

Oakhaven HS (2545) 3A PIPE LEAKING MID SCH 
HALL-PLANT MGR 
HARVEY 416-2320 KLR

9/30/13 Plumbing

Oakhaven HS (2545) 3A a/c pipe leak in classroom 
105

7/25/13 1st Floor high school Plumbing

Oakhaven HS (2545) 3A classroom 123, pipe leak 
from unit

7/25/13 2nd Floor middle school Plumbing

Oakhaven HS (2545) 3A classroom B-4 pipe 
leaking from unit

7/25/13 basement Plumbing



Oakhaven HS (2545) 3A UNIT IN THE UNIVERSAL 
BLDG IS LEAKING. SBE 
SCURLOCK 416-2300

7/29/13 Plumbing

Oakhaven HS (2545) 3A PILOT NEEDS TO BE LIT 
ON SERVING LINE.
PLANT MGR-
SCURLOCK/416.2300

7/30/13 Plumbing

Oakhaven HS (2545) 3A water leaking from 
classroom ceiling onto 
floor area

7/31/13 2nd Floor rm 121 Plumbing

Oakhaven HS (2545) 3A 2nd stall in restroom will 
not flush

7/31/13 1st Floor high school Plumbing

Oakhaven HS (2545) 3A Urinal stopped up in 
basement

8/2/13 Hallway/Corridor Basement Plumbing

Oakhaven HS (2545) 3A UNIT LEAKING IN THE 
CONFERENCE RM ON 
THE MIDDLE SCHOOL 
SIDE. SBE SCURLOCK 
416-2300

8/2/13 Plumbing

Oakhaven HS (2545) 3A UV-15 RM 121-LEAKING 
FROM CEILING PER SBE-
SBE HARVEY 416-2300 
KLR

8/5/13 Plumbing

Oakhaven HS (2545) 3A a/c leak in Guidance office 8/6/13 high school Plumbing

Oakhaven HS (2545) 3A urinal on the south side of 
the gym stopped up

8/6/13 Gym basement high school Plumbing



Oakhaven HS (2545) 3A commode stopped 
up,commode has a bag 
placed over it.

8/7/13 2nd Floor Teacher restroom hallway 
211

Plumbing

Oakhaven HS (2545) 3A 2nd commode from 
window leaking water from 
flush valve handle around 
pipe area.

8/8/13 2nd Floor Middle School girl's 
restroom by 128-A

Plumbing

Oakhaven HS (2545) 3A flush valve bad, commode 
not flushing

8/9/13 3rd Floor middle school boy's 
restroom across fr 220

Plumbing

Oakhaven HS (2545) 3A  (Health Department )2 
compartment sink, faucet 
water not cutting off 
properly

8/15/13 Cafeteria kitchen area Plumbing

Oakhaven HS (2545) 3A Girl's restroom handsink 
water won't cut off

8/15/13 Auxiliary Gym New Gym girl's locker 
room restroom

Plumbing

Oakhaven HS (2545) 3A mop closet sink handle 
hard to cut water off

8/16/13 Cafeteria kitchen mop closet sink Plumbing

Oakhaven HS (2545) 3A hand sink water won't cut 
off

8/20/13 1st Floor girl's restroom across from 
rm 116  

Plumbing

Oakhaven HS (2545) 3A THERE COULD BE A 
PIPE LEAKING IN 
CEILING OF RM 201-SBE 
DOES NOT KNOW FOR 
SURE WHERE WATER 
COMING FROM-SBE 
HARVEY 416-2300 KLR

8/21/13 Plumbing

Oakhaven HS (2545) 3A STEAM TABLE NEEDS 
TO LIT IN KITCHEN
PLANT MGR-
HARVEY/416.2320

8/22/13 Plumbing



Oakhaven HS (2545) 3A Water fountain across from 
classroom 219 leaks

8/22/13 Plumbing

Oakhaven HS (2545) 3A (2) commode stopped up 3/28/14 Auditorium boy's restroom Plumbing

Oakhaven HS (2545) 3A 3rd stall commode flush 
valve bad, when commode 
is flush  water leaks really 
bad from handle/ plastic 
bag has already been 
place over commode

3/31/14 2nd Floor boy's restroom across fr 
219

Plumbing

Oakhaven HS (2545) 3A 2-COMPARTMENT SINK 
KITCHEN AREA-
LEAKING FROM 
BOTTOM, CAN'T 
CONTAIN-PLANT MGR 
HARVEY 416-2300 KLR

4/4/14 Plumbing

Oakhaven HS (2545) 3A FLOOR DRAIN KITCHEN 
AREA-BACKING UP 
WATER IN FLOOR-
PLANT MGR HARVEY 
416-2300 KLR

4/4/14 Plumbing

Oakhaven HS (2545) 3A commode stopped up 
,water goes down really 
slow

4/7/14 1st Floor boy's restroom across fr 
128

Plumbing

Oakhaven HS (2545) 3A A/C KITCHEN AREA-
LEAKING-PLANT MGR 
HARVEY 416-2300 KLR

4/11/14 Plumbing

Oakhaven HS (2545) 3A per ms harvey 416-2300 
girls restroom across from 
114 3rd stall there is pipe 
overhead leaking

4/11/14 Plumbing

Oakhaven HS (2545) 3A sink stopped up, inside 
library office area

5/2/14 Library 2nd floor across fr rm 216 Plumbing



Oakhaven HS (2545) 3A mop sink faucet water 
doesn't cut off

6/27/14 Cafeteria kitchen mop closet sink Plumbing

Oakhaven HS (2545) 3A 3rd stall commode 
stopped up, bag is over 
commode

5/8/14 1st Floor boy's restroom across rm 
120

Plumbing

Oakhaven HS (2545) 3A Repair water cooler in 
gym.

5/22/14 Plumbing

Oakhaven HS (2545) 3A water fountain next to 
boy's restroom and library 
stopped up

6/3/14 2nd Floor hallway water fountain by 
library

Plumbing

Oakhaven HS (2545) 3A COMMODE & SINK GYM 
BOYS' EXERCISE RM-
BOTH STOPPED UP IN 
AREA-PLANT MGR 
HARVEY 416-2320 KLR

6/6/14 Plumbing

Oakhaven HS (2545) 3A HEATING VALVE PIPE 
BOILER RM-LEAKING-
PLANT MGR HARVEY 
416-2300 KLR

3/7/14 Plumbing

Oakhaven HS (2545) 3A roof leaking inside band 
room 

3/19/14 Administration Area Band room Roof

Oakhaven HS (2545) 3A water leaking from ceiling 
,also water getting into 
light fixture

2/6/14 Auxiliary Gym High School Girl's Locker 
room

Roof

Oakhaven HS (2545) 3A roof has a water leak in 
the very back of the Gym 
along the wall area ,water 
comes down and  rains on 
a electrical switch very 
badly 

10/31/13 Gym Middle School Gym Roof



Oakhaven HS (2545) 3A water coming fr ceiling 
,roof leak

12/20/13 2nd Floor stairwell across fr rm 217 Roof

Oakhaven HS (2545) 3A Roof is still leaking terribly 7/16/13 Library Roof

Oakhaven HS (2545) 3A water leaking from ceiling 
,ceiling tile caved in. This 
leak I was told was coming 
from a roof leak

10/17/13 2nd Floor r m 219 Roof

Oakhaven HS (2545) 3A expansion joint leaks at 
the double doors leading 
into  the middle school

7/26/13 middle school Roof

Oakhaven HS (2545) 3A roof leaks in these 
classroom ,when it rains 
water come into classroom 

4/4/14 2nd Floor Middle School  rm 222, 
224, 225

Roof

Oakhaven HS (2545) 3A roof leak ,water coming 
from ceiling

4/4/14 2nd Floor rm 218 Roof

Oakhaven HS (2545) 3A (3) commode stall, metal 
pieces  hanging from side 
of stall wall areas

5/6/14 1st Floor Boy's restroom across fr 
rm 120

Sheet Metal

Oakhaven HS (2545) 3A MID SCH SIDE OUTSIDE 
CANOPY NEED 
REPAIRING-REQUESTED 
BY M HATCH KLR

6/3/14 Sheet Metal

Oakhaven HS (2545) 3A Cut sign post 
down.(Lonnie Grimes 
performed work)

2/17/14 Sheet Metal



Count of Craft Craft
Location Carpentry Electrical Painting Plumbing Sheet Metal Grand Total

Oakhaven Stadium 185-3A 3 2 11 6 1 23
Grand Total 3 2 11 6 1 23



Location Request Description Submittal Date Area Description Area Number Craft
Oakhaven Stadium 185-
3A

pressbox door can't be 
secured because of 
vandalism per Shelia 
Harvey 416-2300

10/2/13 Carpentry

Oakhaven Stadium 185-
3A

School had a break-in to 
Press Box area ,door was 
kicked in. I can't lock and 
secure door .Thanks!

10/2/13 Athletic Field Press Box Door Carpentry

Oakhaven Stadium 185-
3A

Please repair stadium 
worker's entrance door.  
Across from the women's 
restroom.  It apprears to 
be one of the old locker 
rooms

4/28/14 Athletic Field Carpentry

Oakhaven Stadium 185-
3A

no power in the press box.  
it could be me not knowing 
how to turn on the breaker 
but please send a subject 
matter expert to get me 
some power in the press 
box, thanks

8/1/13 Athletic Field Electrical

Oakhaven Stadium 185-
3A

Stadium Press Box over 
head lights not working 
,bulbs have been changed 
. (1) light has a shortage

9/5/13 Stadium Press  box Electrical

Oakhaven Stadium 185-
3A

paint lines on football field 8/16/13 Painting

Oakhaven Stadium 185-
3A

paint lines on football field 8/26/13 Painting

Oakhaven Stadium 185-
3A

paint lines on football field 9/3/13 Painting



Oakhaven Stadium 185-
3A

paint lines on football field 9/4/13 Painting

Oakhaven Stadium 185-
3A

paint lines on football field 9/16/13 Painting

Oakhaven Stadium 185-
3A

paint lines on football field 9/16/13 Painting

Oakhaven Stadium 185-
3A

paint lines on football field 9/30/13 Painting

Oakhaven Stadium 185-
3A

paint lines on football field 10/7/13 Painting

Oakhaven Stadium 185-
3A

paint lines on football field 10/14/13 Painting

Oakhaven Stadium 185-
3A

paint lines on football field 10/14/13 Painting

Oakhaven Stadium 185-
3A

paint lines on football field 10/24/13 Painting

Oakhaven Stadium 185-
3A

Turn on water to sprinkler 
system, check all zones,  
and make needed 
sprinkler head repairs, 
thanks 

5/22/14 Athletic Field Plumbing



Oakhaven Stadium 185-
3A

Investigate possible  leak 
on sprinkler system.

7/11/13 Plumbing

Oakhaven Stadium 185-
3A

Winterize sprinkler system. 11/13/13 Plumbing

Oakhaven Stadium 185-
3A

Turn water on to sprinkler 
system. 

4/9/14 Plumbing

Oakhaven Stadium 185-
3A

Turn on water to sprinkler 
system and make repairs 
to back flow device.  

4/17/14 Plumbing

Oakhaven Stadium 185-
3A

Urinal in boys restroom is 
clogged, please repair

4/30/14 Restroom (Boys) Plumbing

Oakhaven Stadium 185-
3A

Repair bleachers on 
softball field.

5/13/14 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Oakshire El (2550) 3A 3 1 26 60 45 3 34 6 2 180
Grand Total 3 1 26 60 45 3 34 6 2 180



Location Request Description Submittal Date Area Description Area Number Craft
Oakshire El (2550) 3A UNIT PIPE HAS 

ASBESTOS IN BOILER 
RM
PLANT MGR-
LOFTIES/416.3140

4/29/14 Asbestos

Oakshire El (2550) 3A Insulate water main that 
plumbers repaired. (See 
Howard LaGrone)

1/13/14 Asbestos

Oakshire El (2550) 3A        reinsullation of pipe 7/24/13 Asbestos

Oakshire El (2550) 3A 131 phone not working 
and 152 is missing a 
phone 

9/6/13 Classroom 131 and 152 Cabling

Oakshire El (2550) 3A per ms lofties 416-3140 
portable #147 back 
window broken out and 
also music room #100 one 
of the thick glass windows 
is broken

3/4/14 Carpentry

Oakshire El (2550) 3A WINDOW IS 
COMPLETELY OUT IN 
PORT-158
PLANT MGR-
LOFTIES/337.6956

3/5/14 Carpentry

Oakshire El (2550) 3A these two portables are 
the only ones without 
security bars,and have 
been broken into,need 
bars please.

3/7/14 Portables 147 and 158 Carpentry

Oakshire El (2550) 3A missing floor tiles, need 
replacing.

3/25/14 Portables 173 Carpentry



Oakshire El (2550) 3A EXIT DOOR CAN'T 
SECURE ANNEX
PLANT MGR-
LOFTIES/416.3140

4/4/14 Carpentry

Oakshire El (2550) 3A exit door threhold need to 
be re anchor.

4/4/14 Hallway/Corridor annex bldg. by room 5 Carpentry

Oakshire El (2550) 3A countertop is water 
damage, need 
replacement.

4/11/14 Administration Area main office area between 
principal office

Carpentry

Oakshire El (2550) 3A special cut water damage 
ceiling tiles need 
replacement.

4/11/14 Administration Area area between principal 
office

Carpentry

Oakshire El (2550) 3A portable #7 there is a hole 
in the floor under a 
student's desk per Ms. 
Lofties 416-6581

11/22/13 Carpentry

Oakshire El (2550) 3A both areas has missing 
tile.

11/22/13 Portables 4 and 5 Carpentry

Oakshire El (2550) 3A door will secure,but have 
to slam hard to secure.

12/11/13 Portables portables 2 Carpentry

Oakshire El (2550) 3A Plywood board on ramp 
has come losses and need 
to be refasten with screws. 

2/7/14 Portables 291 Carpentry

Oakshire El (2550) 3A  DOOR FRONT ENTRY  
ANNEX, CANT SECURE
PLANT MGR-
LOFTIES/416.3092

2/13/14 Carpentry



Oakshire El (2550) 3A these rooms have missing 
tiles.

2/13/14 Portables 1, 4, and 5 Carpentry

Oakshire El (2550) 3A DOOR LATCH needs to 
be REPLACED in the 
ANNEX BUILDING by 
ROOM 6 per Delores 
Lofties, Plant Mgr. 
416.6581

2/19/14 Carpentry

Oakshire El (2550) 3A WINDOW BROKEN OUT 
IN PORT-158
PLANT MGR-
LOFTIES/416.3140

2/24/14 Carpentry

Oakshire El (2550) 3A crack plex-glas need 
replacing on back side of 
portable.

2/25/14 Portables 158 Carpentry

Oakshire El (2550) 3A tiles are pulling up from 
floor, seeing moist.

7/17/13 Portables room 173 Carpentry

Oakshire El (2550) 3A need two boxes of ceiling 
tiles.

7/31/13 Administration Area 115 Carpentry

Oakshire El (2550) 3A need four lenses for light 
fixture

7/31/13 Annex boys restroom Carpentry

Oakshire El (2550) 3A need splecial cut ceiling 
tiles.

7/31/13 Annex hallway by back exit area Carpentry

Oakshire El (2550) 3A plywood loose at ramp, 
first board.

8/15/13 Portables room 173 Carpentry



Oakshire El (2550) 3A Floor is caving in as soon 
as you walk through 
Portable #291 per Ms. 
Delores Lofties, Plant Mgr. 
416.6581.

9/20/13 Carpentry

Oakshire El (2550) 3A shelf has fallen,need for 
paper work and books.

5/23/14 Administration Area guidance office 133 Carpentry

Oakshire El (2550) 3A PORCH is LEANING on 
PORTABLE 291 per 
Delores Lofties, Plant Mgr. 
416.3140

6/4/14 Carpentry

Oakshire El (2550) 3A door is fallen off hinges 6/4/14 Restroom (Girls)  by library Carpentry

Oakshire El (2550) 3A need light cover in area 
next to principal restroom.

6/9/14 Administration Area main office Electrical

Oakshire El (2550) 3A POWER OUTAGE - 
COMPLETE OUTAGE- 
PM/MAYS 416-2858

4/14/14 Electrical

Oakshire El (2550) 3A POWER OUTAGE - 
COMPLETE OUTAGE- 
PM/MAYS 416-2858

4/14/14 Electrical

Oakshire El (2550) 3A front etrance of building 
lighting exterior is out.

10/22/13 Grounds outside lighting Electrical

Oakshire El (2550) 3A in the annex #1 chiller 
pump has no power per 
Ms. Lofties 416-6581

10/30/13 Electrical



Oakshire El (2550) 3A exterior lighting is not 
coming on pm time.

11/7/13 Grounds outside lighting Electrical

Oakshire El (2550) 3A eight floscent bulbs out. 11/12/13 Cafeteria main hall Electrical

Oakshire El (2550) 3A bad ballast 11/12/13 Hallway/Corridor annex Electrical

Oakshire El (2550) 3A Purchase battery pack jig 
saw for Ed Hawkins.

3/4/14 Electrical

Oakshire El (2550) 3A clock by principal office is 
two hour off timing.

3/17/14 Hallway/Corridor main front hall Electrical

Oakshire El (2550) 3A HEAT RM 112-NOT 
COMING ON-PLANT 
MGR LOFTIES 416-3140 
KLR

3/18/14 Electrical

Oakshire El (2550) 3A new bulbs bad ballasts 4/8/14 Classroom annex room 12 and 15 Electrical

Oakshire El (2550) 3A light outside kitchen door 
and two entrance doors of 
main bldg. are not 
working.

11/21/13 Administration Area outside lighting Electrical

Oakshire El (2550) 3A need one dozen of c f  l 
florscent bulbs 

11/21/13 Administration Area 115 Electrical



Oakshire El (2550) 3A in annex building room 8A 
and 9A not coming on at 
all per Ms. Lofties 416-
6581

12/10/13 Electrical

Oakshire El (2550) 3A LIGHTS STAGE AREA-
SPARKED FIRE PER SBE-
PLANT MGR LOFTIES 
416-6581 KLR

12/12/13 Electrical

Oakshire El (2550) 3A bad ballast over steam 
table.

1/6/14 Kitchen serving line Electrical

Oakshire El (2550) 3A three boxes of floscent 
bulbs

1/6/14 Administration Area plant manager office Electrical

Oakshire El (2550) 3A HEAT RMS PRE-K 105, 
ANNEX RM 7, 8, 9, 11, & 
PORT 2-ALL NOT 
COMING ON-PLANT 
MGR LOFTIES 416-3140 
KLR

1/7/14 Electrical

Oakshire El (2550) 3A new bulbs bad ballasts. 1/24/14 Annex room 14 Electrical

Oakshire El (2550) 3A need two lense cover, 
smaller than hallway 
fixture.

1/24/14 Classroom 101 and 115 Electrical

Oakshire El (2550) 3A 173, new bulbs bad 
ballast[3], 222 new bulbs 
bad ballast [1].

1/26/14 Portables 222, and173 Electrical

Oakshire El (2550) 3A bad ballast by room 113. 1/27/14 Hallway/Corridor Electrical



Oakshire El (2550) 3A HEAT ANNEX BLDG-NOT 
COMING ON-PLANT 
MGR WATKINS 416-2257 
KLR

2/3/14 Electrical

Oakshire El (2550) 3A Replace ballast in principal 
office.

2/4/14 Administration Area principal office Electrical

Oakshire El (2550) 3A need 100 watt bulbs 2/12/14 Administration Area 115 Electrical

Oakshire El (2550) 3A new bulbs, bad ballast 2/13/14 Portables 4 Electrical

Oakshire El (2550) 3A new bulbs bad ballasts 2/26/14 Classroom annex room 6 Electrical

Oakshire El (2550) 3A UV NOT COMING ON IN 
RM-107(NO ID) .

SBE-LOFTIES/416-3092

7/15/13 Electrical

Oakshire El (2550) 3A 2-HALLWAYS HAVE NO 
POWER TO LIGHT 
ANNEX BLDG.
SBE-LOFTIES/416-3140

7/22/13 Electrical

Oakshire El (2550) 3A need four boxes of 
florscent bulbs.

7/31/13 Administration Area 115 Electrical

Oakshire El (2550) 3A ballast need checking. 8/2/13 Annex room 5 Electrical



Oakshire El (2550) 3A new bell time schedule, 
8a/m to 3p/m.

8/2/13 Administration Area school bell Electrical

Oakshire El (2550) 3A bad ballast in this area. 8/12/13 Athletic Field book room Electrical

Oakshire El (2550) 3A UNIT NOT COMING ON 
IN PORT-172
PLANT MGR-
LOFTIES/416.3092

8/13/13 Electrical

Oakshire El (2550) 3A bad ballasts in these area. 8/15/13 Portables 1, 4, 6,and hallway by 
library

Electrical

Oakshire El (2550) 3A wire is hanging low to 
ground.

8/19/13 Grounds outside annex by portable 
28

Electrical

Oakshire El (2550) 3A one bad ballast 8/19/13 Annex bookroom Electrical

Oakshire El (2550) 3A six florscent bulbs need 
replacing.l

8/19/13 Cafeteria main hall Electrical

Oakshire El (2550) 3A bad ballast  in this 8/26/13 Annex 13-a Electrical

Oakshire El (2550) 3A bad ballasts in these area. 8/26/13 Portables 147, 171, and172 Electrical



Oakshire El (2550) 3A UNIT NOT COMING ON 
IN RM-113 
PLANT MGR-
LOFTIES/416.3140

8/28/13 Electrical

Oakshire El (2550) 3A need 60 watt bulbs. 9/6/13 Administration Area 115 Electrical

Oakshire El (2550) 3A bad ballasts 9/16/13 Classroom annex room 8 Electrical

Oakshire El (2550) 3A small parking lot at end of 
bldg. light pole is out and 
pole at end of portables is 
out.

9/26/13 Parking Lot outside lighting Electrical

Oakshire El (2550) 3A bad ballasts 10/2/13 Classroom room 5 annex Electrical

Oakshire El (2550) 3A A/C RM 1A-HEARD A 
POP SOUND AND UNIT 
SHUT OFF-PLANT MGR 
LOFTIES 416-6581 KLR

10/4/13 Electrical

Oakshire El (2550) 3A light are out  at first 
entrance door.

10/7/13 Administration Area outside entrance Electrical

Oakshire El (2550) 3A RTU NOT COMING ON 
THRU ANNEX.
PLANT MGR-
LOFTIES/416.3092

10/16/13 Electrical

Oakshire El (2550) 3A master clock needs setting 10/21/13 Administration Area main bldg. Electrical



Oakshire El (2550) 3A exit light is out. 6/10/14 Annex by room 6 Electrical

Oakshire El (2550) 3A exit light is out. 6/10/14 Mechanical Room upstair boiler main bldg. Electrical

Oakshire El (2550) 3A bad ballasts 6/10/14 Portables 158 Electrical

Oakshire El (2550) 3A new bulbs ,bad ballasts 6/11/14 Classroom portable 171 and 291 Electrical

Oakshire El (2550) 3A new bulbs ,bad ballast. 6/13/14 Administration Area 17b annex Electrical

Oakshire El (2550) 3A UNIT NOT COMING ON 
THRU ENTIRE MAIN 
BLDG
PLANT MGR-
LOFTIES/416.3092

6/16/14 Electrical

Oakshire El (2550) 3A bad ballasts 6/20/14 Annex room 8 Electrical

Oakshire El (2550) 3A one emergency light and 
exit light by room 115

6/5/14 Hallway/Corridor main hall Electrical

Oakshire El (2550) 3A need three boxes of 
florscent bulbs, and one 
box of s7335 40 watt bulb

6/6/14 Administration Area plant manager office Electrical



Oakshire El (2550) 3A heat element need 
serving.

11/20/13 Kitchen steam table Electrical

Oakshire El (2550) 3A Monthly - Filter-Oakshire 
Elementary - Refer to PM 
schedule details.

4/12/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A CHILLER NOT COOLING 
PLANT MGR-
LOFTIES/416.3140

4/23/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A A/C RM 100, 101, 102, 
103, 105, 107, 108, & 112 
MAIN BLDG & RM 6 
ANNEX BLDG-ALL NOT 
COOLING-PLANT MGR 
LOFTIES 416-3104 KLR

4/29/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A UNIT NOT COOLING IN 
MAIN OFFICE(TECH IS 
ALREADY ON SITE)
PLANT MGR-
LOFTIES/416.3140

4/29/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A CHILLER MAIN BLDG 
NOT COOLING-PLANT 
MGR LOFTIES 416-6581 
KLR

10/30/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A boiler in alarm 11/13/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A HEATING UNIT RM 106-
MAKING NOISES-PLANT 
MGR LOFTIES 416-3140 
KLR

3/18/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A boiler down in annex per 
Ms. Lofties 416-6581
and room 107 in main 
building blowing cold air

11/26/13 Heating/Ventilation /Air 
Conditioning



Oakshire El (2550) 3A Monthly - AirCompres#009 
mnblg 2fl mrmOakshire 
Elm - Refer to PM 
schedule details.

12/10/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A 2-UNITS NOT HEATING 
IN RM-108,101 MAIN 
BLDG
PLANT MGR-
LOFTIES/416.3140

12/10/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A Monthly - Filter-Oakshire 
Elementary - Refer to PM 
schedule details.

12/14/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A CHILLER is LEAKING in 
the MAIN BUILDING 
(causing ceiling tiles to fall 
in Rooms 106 & 107) per 
Ms. Leaking, Plant Mgr. 
Plant Mgr. 416.3092

1/3/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A Units are NOT HEATING 
in Rooms 101, 106, and 
107 in the MAIN 
BUILDING per Ms. Lofties, 
Plant Mgr. 416.3660

1/3/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A Units are NOT COMING 
ON in Rooms 7, 8, 9, and 
11 in the ANNEX 
BUILDING per Ms. Lofties, 
Plant Mgr. 416.3660

1/3/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A HEAT RMS 107, 108, 109, 
101, ANNEX RM 3, 6, 12, 
& 14-ALL NOT HEATING-
PLANT MGR LOFTIES 
416-3140 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A HEAT RM 113, 114, & 115-
ALL NOT HEATING-
PLANT MGR LOFTIES 
416-6581 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A HEAT RM 7 ANNEX BLDG-
NOT HEATING-PLANT 
MGR LOFTIES 416-6581 
KLR

1/28/14 Heating/Ventilation /Air 
Conditioning



Oakshire El (2550) 3A UNIT NOT HEATING IN 
RM-6 ANNEX
PLANT MGR-
LOFTIES/416.3092

1/29/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A HEAT RM 6 ANNEX-NOT 
HEATING-PLANT MGR 
WATKINS KLR

2/3/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A CHILLER NOT COMING 
ON ANNEX(099).
SBE-LOFTIES/337-
5956/416-3140

7/1/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A CHILLER IS NOT 
COOLING.SBE WARREN 
416-6581

7/10/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A chiller in alarm 7/11/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A clean chiller 7/12/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A UV NOT COMING ON IN 
RM-103(NO ID).
SBE-LOFTIES/416-3140

7/15/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A UNIT NOT COOLING IN 
PORT-158.
SBE-LOFTIES/416-3140

7/16/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A UNIT IS LEAKING WATER 
IN PORT-7-
SBE-LOFTIES/416-3140

7/22/13 Heating/Ventilation /Air 
Conditioning



Oakshire El (2550) 3A CHILLER IS NOT 
COOLING THE ANNEX 
BLDG. SBE LOFTIES 416-
6581

7/26/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A UNIT NOT COOLING IN 
MR-100
PLANT MGR-
LOFTIES/416.3140

8/13/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A Room 105 in the main hall 
is not cooling per Ms. 
Lofties 416-6581

8/15/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A CHILLER NOT COMING 
ON IN CAFE(109),UNIT 
NOT COOLING IN RM-
102
PLANT MGR-
LOFTIES/416.3140

8/16/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A Monthly - Filter-Oakshire 
Elementary - Refer to PM 
schedule details.

8/17/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A coil need cleaning 
[205033] and filters need 
changing

8/21/13 Administration Area boiler room Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A RTU RM 113 & 114-BOTH 
NOT COOLING-PLANT 
MGR LOFTIES 416-6581 
KLR

8/22/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A RTU NOT COOLING IN 
CAFE
PLANT MGR-
LOFTIES/416.3140

8/26/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A AHU NOT COOLING IN 
RM-6 ANNEX.
PLANT MGR-
LOFTIES/416.3140

9/6/13 Heating/Ventilation /Air 
Conditioning



Oakshire El (2550) 3A repair leak on chiller 9/17/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A Main building a/c is not 
cooling per Ms. Lofties 416-
3092

9/23/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A Monthly - Oil Lube & Belt-
Oakshire Elem - Refer to 
PM schedule details.

10/7/13 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A Monthly - AirCompres#009 
mnblg 2fl mrmOakshire 
Elm - Refer to PM 
schedule details.

6/10/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A A/C UNIT IN PORT #15 - 
NOT COMING ON - 
PM/SMITH 

6/26/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A CHILLER - ANNEX BLDG -  
RM 3,4,7, 8, 11, & 13 - 
BLOWING NOT COOLING 
- PM/LOFTIES 416-3140

6/30/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A AIR HANDLING UNIT #3 
is LEAKING in BOILER 
ROOM (upstairs) per 
Delores Lofties, Plant Mgr. 
416.3140

6/30/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A Monthly - Oil Lube & Belt-
Oakshire Elem - Refer to 
PM schedule details.

5/5/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A Yearly - Boiler 002-
Oakshire El-2nd Fl Mech 
Rm - Refer to PM 
schedule details.

3/4/14 Heating/Ventilation /Air 
Conditioning



Oakshire El (2550) 3A Yearly - Boiler 070-
Oakshire El-Annex 2nd Fl 
Mech - Refer to PM 
schedule details.

3/4/14 Heating/Ventilation /Air 
Conditioning

Oakshire El (2550) 3A all interior area needs 
painting by request of 
principal

10/22/13 Administration Area classroom, annex, 
restroom

Painting

Oakshire El (2550) 3A principal requesting these 
area to be painted this 
summer.

4/30/14 Administration Area principal office and main 
office

Painting

Oakshire El (2550) 3A parking lines are fading on 
both lots, need repainting. 

4/30/14 Parking Lot front and back Painting

Oakshire El (2550) 3A there a leak around piping 
where old ice machine 
was located.

4/21/14 Cafeteria cafeteria area Plumbing

Oakshire El (2550) 3A urinal stop up and 
commode is off mount and 
leaking.

4/22/14 Restroom (Boys) on library side Plumbing

Oakshire El (2550) 3A urinal and commode stop 
up

4/25/14 Restroom (Boys) annex Plumbing

Oakshire El (2550) 3A flush valve on urinal are 
over flowing in these two 
area.

11/20/13 Restroom (Boys) annex and main bldg. Plumbing

Oakshire El (2550) 3A floor drain is stop up 11/20/13 Custodial Closet annex bldg. Plumbing



Oakshire El (2550) 3A faucet handle keep falling 
off.

4/3/14 Hallway/Corridor hall by library Plumbing

Oakshire El (2550) 3A piping line from old ice 
machine is leaking, have a 
bucket under pipe.

4/3/14 Cafeteria back area Plumbing

Oakshire El (2550) 3A condensation is leaking 
from ceiling tile in two 
area.

4/3/14 Classroom 110 Plumbing

Oakshire El (2550) 3A          backflow test 4/4/14 Plumbing

Oakshire El (2550) 3A hallway sink by library is 
stop up.

11/25/13 Hallway/Corridor hallway sink Plumbing

Oakshire El (2550) 3A urinal stop up. 12/13/13 Restroom (Boys) annex Plumbing

Oakshire El (2550) 3A per Ms. Lofties 416-6581 
there is a pipe broken 
inside the fence where gas 
meter is located, standing 
water inside fence but 
water frozen onto parking 
lot from overnight and 
traced it back to the gas 

1/8/14 Plumbing

Oakshire El (2550) 3A stop up sink. 1/13/14 Kitchen main hall Plumbing

Oakshire El (2550) 3A kitchen compartment sink 
on back wall is stop up by 
ice machine.

1/13/14 Kitchen kitchen sink Plumbing



Oakshire El (2550) 3A Wash-down parking lot. 1/27/14 Plumbing

Oakshire El (2550) 3A Repair water main. 1/27/14 Plumbing

Oakshire El (2550) 3A two urinals are stop up 1/28/14 Restroom (Boys) main hall by library Plumbing

Oakshire El (2550) 3A Please flush the water 
fountains in the cafetorium 
there is brown water 
coming out .

2/5/14 Cafetorium Plumbing

Oakshire El (2550) 3A Pressure wash front of 
school

2/12/14 Plumbing

Oakshire El (2550) 3A       back flow test 7/24/13 Plumbing

Oakshire El (2550) 3A UV IS LEAKING WATER 
IN RM-106.
PLANT MGR-
LOFTIES/416-3140

7/29/13 Plumbing

Oakshire El (2550) 3A 3-UNITS ARE LEAKING 
WATER IN RM-110,112, 
LIBRARY.
PLANT MGR-
LOFTIES/416.3140

8/1/13 Plumbing

Oakshire El (2550) 3A UNIT IN RM 111 IS 
LEAKING. SBE  LOFITES 
416- 6581

8/2/13 Plumbing



Oakshire El (2550) 3A A/C UNIT RM 101-
LEAKING-SBE LOFTIES 
416-6581 KLR

8/5/13 Plumbing

Oakshire El (2550) 3A 2-UNITS ARE LEAKING 
WATER IN RM-111,114.
PLANT MGR-
LOFTIES/416.3092

8/9/13 Plumbing

Oakshire El (2550) 3A mop sink is draining 
slowly.

8/9/13 Mechanical Room main hall by 115 Plumbing

Oakshire El (2550) 3A steam table not heating, 
and three compartment 
sink handle is broken

8/21/13 Kitchen cafeteria Plumbing

Oakshire El (2550) 3A stop up sink, mechanical 
room.

8/23/13 Mechanical Room main hall Plumbing

Oakshire El (2550) 3A RTU ANNEX BLDG IN 
HALL BY RM 12-LEAKING 
CAUSING TILES TO FALL 
PER SBE-PLANT MGR 
LOFTIES 416-3092 KLR

9/18/13 Plumbing

Oakshire El (2550) 3A SINK IS LEAKING WATER 
IN PRIN/RR
PLANT MGR-
LOFTIES/416.3140

10/18/13 Plumbing

Oakshire El (2550) 3A toilet is off mount, turns 
each direction.

4/30/14 Restroom (Boys) main bldg. by library Plumbing

Oakshire El (2550) 3A handle is stripped, hard to 
shut off.

5/5/14 Hallway/Corridor sink by library Plumbing



Oakshire El (2550) 3A          back fow test 5/20/14 Plumbing

Oakshire El (2550) 3A mop sink stop up. 6/9/14 Mechanical Room main hall Plumbing

Oakshire El (2550) 3A there several slow leaks 
from ceiling

4/28/14 Classroom 110 main bldg. Roof

Oakshire El (2550) 3A cafe. manager complaint 
leak over stove when 
raining.

12/2/13 Kitchen main hall Roof

Oakshire El (2550) 3A roof leaks in several area. 7/17/13 Portables room 173 Roof

Oakshire El (2550) 3A this room has a lesk near 
moon table.

7/31/13 Classroom 110 Roof

Oakshire El (2550) 3A there a leak near smart 
board

10/1/13 Portables room1 Roof

Oakshire El (2550) 3A there a leak over teacher 
desk.

5/9/14 Classroom 110 main bldg. Roof

Oakshire El (2550) 3A Make cover for water main 
that plumbers repaired. 
(See Howard LaGrone)

1/13/14 Sheet Metal



Oakshire El (2550) 3A deterioration on petition 
walls.

9/4/13 Restroom (Boys) main hall by library Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Overton Sr (2565) 3B 12 2 63 110 64 15 67 6 2 341
Grand Total 12 2 63 110 64 15 67 6 2 341



Location Request Description Submittal Date Area Description Area Number Craft
Overton Sr (2565) 3B A large amount of Tiles are 

coming up / breaking up 
,due to previous ac unit 
leak.

1/28/14 2nd Floor Rm.226 Asbestos

Overton Sr (2565) 3B Due to A.C. unit leak 9x9 
tiles are coming up and 
loose ,had to remove all 
loose tiles from floor.

8/14/13 1st Floor Rm.301 Asbestos

Overton Sr (2565) 3B Repair insulation on 
radiator pipe on wall in 
classroom.

1/15/14 Classroom 118 Asbestos

Overton Sr (2565) 3B Remove and Replace 
damage 9x9 floor tiles,tiles 
are coming up due to ac 
unit leaks.

8/9/13 2nd Floor Rm.249 Asbestos

Overton Sr (2565) 3B Remove and Replace 
damage 9x9 floor tiles,tile 
are coming up due to ac 
unit leaks

8/9/13 2nd Floor Rm.245 Asbestos

Overton Sr (2565) 3B Due two A.C.unit leak,9x9 
floor tiles are coming up 
and loose.

8/14/13 2nd Floor Rm.217 Asbestos

Overton Sr (2565) 3B Re-finish gym floor ! 10/3/13 Gym Gym Floor Asbestos

Overton Sr (2565) 3B need amg clean up asap 11/1/13 Kitchen mop sink room Asbestos



Overton Sr (2565) 3B Replace missing floor tiles. 11/14/13 Library 1st floor Asbestos

Overton Sr (2565) 3B Replace missing and 
damage floor tile.

11/21/13 2nd Floor RM.249 Asbestos

Overton Sr (2565) 3B Replace missing floor and 
damage tiles.

11/21/13 1st Floor RM.121 Asbestos

Overton Sr (2565) 3B Tiles are coming up in 
room 243. They are 
asbestos tiles. As they 
break, they are becoming 
friable. Immediate 
abatement is necessary

4/10/14 2nd Floor Room 243 Asbestos

Overton Sr (2565) 3B Repair net work port ,port 
has no power.

11/14/13 2nd Floor Rm.244 Cabling

Overton Sr (2565) 3B Mr. Brian Shipp has 
requested that NCE staff 
install in the auditorium   2 
projectors, 2 screens, 
cabling, electrical and 
associated parts. Project 
manger is Doug Pannell. 
this project will need 

3/26/14 Cabling

Overton Sr (2565) 3B Teacher stated that some 
times door will not close 
completely. Room#135 

1/15/14 Classroom 135 Carpentry

Overton Sr (2565) 3B Replace three bad ballast. 7/2/13 Annex Rm.532 Carpentry

Overton Sr (2565) 3B new installation (install 
eight 4x8 bulletin on 2nd 
floor of bldg. see plant 
maneger locations of 
install).

8/7/13 2nd Floor 2nd floor Carpentry



Overton Sr (2565) 3B Install four cork bulletin 
boards in area's.

8/7/13 Administration Area main office and guildance 
office lobby

Carpentry

Overton Sr (2565) 3B Install one 4x8 bulletin 
board.

8/7/13 Cafeteria dinning area Carpentry

Overton Sr (2565) 3B Replace two door 
closures.

8/9/13 1st Floor Exterio south rear doors Carpentry

Overton Sr (2565) 3B Install one 4x4 bulletin 
board

8/14/13 1st Floor Rm.137 Carpentry

Overton Sr (2565) 3B main entrance doors 
,replace exterio door 
handle.

9/10/13 1st Floor Gym lobby Entrance Carpentry

Overton Sr (2565) 3B windows leak around seal 
during,on heavy rain days.

9/11/13 Annex Rm.519,520 Carpentry

Overton Sr (2565) 3B  Display Trophy case's 
have become 
unsecure,and are a safty 
hazard anchor bolt has 
come out of wall .

9/19/13 1st Floor Bldg. main entrance Carpentry

Overton Sr (2565) 3B Replace door closer ! 9/19/13 1st Floor  Bldg.southrear entrance 
door

Carpentry

Overton Sr (2565) 3B Rplace door closer ! 9/19/13 1st Floor Southwest door Carpentry



Overton Sr (2565) 3B Please deliver four boxes 
of heavy weight ceiling 
tiles to replace damage 
tiles thourghout BLDG.

10/2/13 1st Floor Plant maneger office Carpentry

Overton Sr (2565) 3B Replace one stall door. 10/17/13 Restroom (Girls) 400 Bldg. Carpentry

Overton Sr (2565) 3B Room 405 the door knob 
is missing and the lock 
needs to be repaired per 
Mr. Betts 416-2032

10/18/13 Carpentry

Overton Sr (2565) 3B Repair bleachers that will 
not go back.

10/25/13 Carpentry

Overton Sr (2565) 3B door closer broken 11/1/13 Auditorium near fieldhouse Carpentry

Overton Sr (2565) 3B Replace missing floor tile. 11/14/13 1st Floor 200 Bldg east stairwell Carpentry

Overton Sr (2565) 3B Replace missing floor tiles. 11/14/13 2nd Floor 2nd Floor Hallway Carpentry

Overton Sr (2565) 3B Replace missing cove 
base.

11/14/13 2nd Floor Hallway Carpentry

Overton Sr (2565) 3B Repair door lock hardware 
,doors is hard to lock and 
unlock.

11/14/13 1st Floor 400 Bldg. Rm.407 Carpentry



Overton Sr (2565) 3B Gym Bleacher's floor 
board has split in haft 
(safty hazard issue)!

12/9/13 Gym Gym Bleacher Carpentry

Overton Sr (2565) 3B Replace baseboards and 
loose tiles across from 
room 217 and 225.

12/9/13 2nd Floor hallway Carpentry

Overton Sr (2565) 3B Main entrance doors are 
not securing automatically 
when exiting Bldg.

12/12/13 1st Floor main entrance doors Carpentry

Overton Sr (2565) 3B 400 Bldg. main entrance 
doors are not securing 
automatically when exitng 
Bldg.

12/12/13 1st Floor 400 Bldg. Maintrance 
doors

Carpentry

Overton Sr (2565) 3B Replace door closer. 12/12/13 Auditorium Side entrance door Carpentry

Overton Sr (2565) 3B Replace classroom 
veiwing glass.

12/12/13 1st Floor 200 Bldg. Rm. 215 Carpentry

Overton Sr (2565) 3B replace broken trohpy 
glass.

12/12/13 1st Floor 400 Bldg. lobby Carpentry

Overton Sr (2565) 3B ENTRANCE DOOR CAFE 
REAR EAST-NOT 
SECURING, CAN BE 
PULLED OPEN FROM 
THE LOCK POSITION-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
BATTS 416-2136 KLR

4/25/14 Carpentry

Overton Sr (2565) 3B Please repair breezeway 
exit doors! Doors do not 
close and lock 
automatically,leaving door 
unsecure when exit.

4/28/14 1st Floor 300 breezeway exit doors Carpentry



Overton Sr (2565) 3B Fabricate and install 
missing thresh hole plate 
at rear entrance door.

4/29/14 1st Floor Rm.302 Carpentry

Overton Sr (2565) 3B During heavey rains 
windows leaks over door 
to gym floor! 

4/29/14 Gym southwest entrance door Carpentry

Overton Sr (2565) 3B Replace veiwing glass to 
storage rm. office.

4/29/14 Library storage office Carpentry

Overton Sr (2565) 3B The door knob is broken 
on door leading to 
staircase next to room # 
131

1/16/14 Stairway next to 131 Carpentry

Overton Sr (2565) 3B From a new recently 
installation wheater 
stripping allows water to 
enter Bldg. at bottom of 
door causing tiles to come 
loose in area.

3/29/14 1st Floor rear Main entrance of 200 
Bldg.east side

Carpentry

Overton Sr (2565) 3B Replace missing tiles at 
door.

3/29/14 Annex 500 Bldg.north entrance Carpentry

Overton Sr (2565) 3B Replace sound panel back 
to wall, panel has fallen 
from wall. 

4/7/14 Auditorium house area Carpentry

Overton Sr (2565) 3B Replace broken fire door 
glass.

4/15/14 1st Floor 300 Bldg. across from rm. 
313

Carpentry

Overton Sr (2565) 3B Replace door glass. 4/15/14 1st Floor 400 Bldg. rm. 407 Carpentry



Overton Sr (2565) 3B Replace cove missing 
cove base.

4/15/14 2nd Floor Hallway Carpentry

Overton Sr (2565) 3B South entrance Replace 
door lock hard ware ,area 
can not be secured due to 
missing hardware and lock 
plate.

1/28/14 Gym gym Carpentry

Overton Sr (2565) 3B 400 Bldg.Entrance doors 
,replace door handle 
,handle has been broken 
off and missing. 

1/28/14 1st Floor 400 Bldg. entrance Carpentry

Overton Sr (2565) 3B DOOR to ROOM 405 
needs to be REPLACED 
per Mr. Betts, Plant Mgr. 
416.2032

2/7/14 Carpentry

Overton Sr (2565) 3B windows leaks on newly 
install windows 
Rm.135,137.

2/10/14 1st Floor 135,137 Carpentry

Overton Sr (2565) 3B door closer broken  
entrance near plant 
managers office rm 320 
(parts missing)

2/12/14 1st Floor lobby near rm. 320 Carpentry

Overton Sr (2565) 3B Replace hardware on door 
lock ,door is hard to lock.

2/18/14 Annex Rm.525 Carpentry

Overton Sr (2565) 3B Replace or repair door 
hinge ,door is offset and 
cannot secure area.

2/18/14 Auditorium Stage Storage closet Carpentry

Overton Sr (2565) 3B door lock does not work 
can not secure classroom.

5/7/14 Classroom rm. 402 Carpentry



Overton Sr (2565) 3B panic bar on door to court 
yard off needs tobe 
replaced.  door near field 
house.

5/9/14 Courtyard courtyard doors Carpentry

Overton Sr (2565) 3B Can not secure area due 
to gym doors,(doors can 
be jerked open)!

6/3/14 Northside gym interio 
doors

Carpentry

Overton Sr (2565) 3B !st floor southwest stairwell 
entrance door Can not 
secure area leading to 2nd 
floor due to missing lock 
hardware.

6/3/14 1st Floor 200 Bldg.southwest 
stairwell entrance

Carpentry

Overton Sr (2565) 3B please provide four boxes 
of ceiling tiles,to replace 
damage ceiling tiles 
throughout Bldg. 

6/3/14 1st Floor plant manager office 
Rm.320

Carpentry

Overton Sr (2565) 3B replace baseboards 
around wall.

6/3/14 2nd Floor 2nd floor hallway Carpentry

Overton Sr (2565) 3B Repair lock hardware, 
doors can be yank or 
jerked open.

6/3/14 Cafeteria Entrance doors to dinning 
area

Carpentry

Overton Sr (2565) 3B Replace hingeg on cabinet 
doors.

6/10/14 Annex Rm.535 Carpentry

Overton Sr (2565) 3B The following lab tables 
have " kick plates " (the 
wooden area where 
students feet would be 
when sitting on stools 
need to be re-attach.

6/9/14 1st Floor Rm.111 Carpentry

Overton Sr (2565) 3B Door lock is hard to lock 
and unlock with key.

6/9/14 1st Floor Rm.114 Carpentry



Overton Sr (2565) 3B after new installation on 
new window, window seals 
still leaks.

6/9/14 1st Floor Rm.114,116 Carpentry

Overton Sr (2565) 3B on new window install 
,window vent is loose and 
makes loud noise when 
wind blows hard.

6/9/14 2nd Floor Rm.211 Carpentry

Overton Sr (2565) 3B Replace or repair door 
knob.

6/9/14 2nd Floor Rm.230 Carpentry

Overton Sr (2565) 3B Repair locking lacth ,on 
double doors ,students 
can jerk door open.

6/9/14 1st Floor Rm.308 Carpentry

Overton Sr (2565) 3B Replace missing non 
asbestos floor tiles.

6/9/14 2nd Floor Rm.230 Carpentry

Overton Sr (2565) 3B DOORS CANNOT BE 
SECURED to the MAIN 
OFFICE, SECRETARY'S, 
AND LIBRARY per Mr. 
Betts, Plant Mgr. 416.2032

6/20/14 Carpentry

Overton Sr (2565) 3B compact Fluorescent bulbs 
needed Two boxes #GX23 
2700 Item #37043  
F13TT/27k

8/20/13 Plant maneger office Electrical

Overton Sr (2565) 3B Replace bad light ballast 
on a set of two lights.

8/20/13 Cafeteria kitchen prep aera Electrical

Overton Sr (2565) 3B Replace receptacle end on 
one light.

8/20/13 Cafeteria kitchen prep area Electrical



Overton Sr (2565) 3B Light bulbs needed around 
school and breezeway 
area Eiko SP23/35k 23 
watts or higher 100 watts

8/20/13 Administration Area plant Managers office Electrical

Overton Sr (2565) 3B Bad Ballast Lights out in 
classroom #535 

1/15/14 Classroom 535 Electrical

Overton Sr (2565) 3B Replair electrical outlet 
under bleacher in gym.

1/15/14 Gym Electrical

Overton Sr (2565) 3B Bad Ballast Lights out in 
classroom #529 

1/15/14 Classroom 529 Electrical

Overton Sr (2565) 3B Replace cover on wall 
electrical switch next to 
room # 120.

1/15/14 Hallway/Corridor Electrical

Overton Sr (2565) 3B Please ship 24, 15 watts 
compact fluorescent bulbs 
for the closet.

1/15/14 SBE office Electrical

Overton Sr (2565) 3B Replace bad ballast on set 
of four lights.

7/2/13 Annex RM.535 Electrical

Overton Sr (2565) 3B Replace bad ballast on a 
set of four lights.

7/2/13 Annex Rm.535 Electrical

Overton Sr (2565) 3B lamp flr.rapid start 25/lamp 
32w

8/1/13 1st Floor SBE OFFICE Electrical



Overton Sr (2565) 3B Rm 226 ID147077 a/c not 
coming on
Rm 136 ID147016 a/c not 
coming on smells like 
burning per Mr. Betts  416-
2136

8/6/13 Electrical

Overton Sr (2565) 3B BELLS NEED TO BE 
RESET. SBE BETTS 416-
2136

8/6/13 Electrical

Overton Sr (2565) 3B During last power outage 
emergency lights on 300 
hall did not work power is 
on but lights doesn't work.

8/7/13 1st Floor 300 hundred hall Electrical

Overton Sr (2565) 3B Emergency lights are not 
working due vandalism.

8/7/13 2nd Floor 2nd floor southeast end of 
Bldg.

Electrical

Overton Sr (2565) 3B Replace bad ballast on a 
row of six lights.

8/7/13 2nd Floor Rm.213 Electrical

Overton Sr (2565) 3B Replace ballast on a row 
of five lights.

8/14/13 Rm. 213 Electrical

Overton Sr (2565) 3B Replace bad ballast on a 
row of five lights.

8/14/13 1st Floor Rm.310 Electrical

Overton Sr (2565) 3B Repair electrical pole drop 
for piano's , see plant mgr. 
for location of pole.

9/11/13 Annex Rm.519 Electrical

Overton Sr (2565) 3B Security lights are out 
,Please replace /on 
auditorium northside of 
Bldg. and southside of 
Bldg.

9/18/13 Auditorium Security lights Electrical



Overton Sr (2565) 3B security lights are out 
please replace on 
northside of Bldg. .

9/18/13 Grounds 400 Bldg. Electrical

Overton Sr (2565) 3B Please provide Lights 
covers for kitchen prep 
area / cover are old and 
brittle,and breaking apart.

9/18/13 Cafeteria Kitchen prep area Electrical

Overton Sr (2565) 3B One gym house light is 
hanging by electrial 
wires,and could fall to 
floor.

9/19/13 Gym Gym house light Electrical

Overton Sr (2565) 3B Disconnect and provide 
electrical for new ac unit 
serving chior room. 

9/19/13 Electrical

Overton Sr (2565) 3B Disconnect and provide 
electrical for new ac unit 
serving band room. 

9/19/13 Electrical

Overton Sr (2565) 3B T8 4 inch flr. lamps 
needed (four boxes).

10/2/13 1st Floor Plant maneger office Electrical

Overton Sr (2565) 3B Replace one bad light 
ballast.

10/17/13 Annex Across from Rm.506 Electrical

Overton Sr (2565) 3B Replace blowned security 
lights on rear of Bldg.

10/17/13 Grounds Security night Lights Electrical

Overton Sr (2565) 3B fire alarm panel  shows 
trouble.

10/29/13 Administration Area Electrical



Overton Sr (2565) 3B firedoors will not stay open 10/29/13 1st Floor near cafe hallway Electrical

Overton Sr (2565) 3B firedoors will not close or 
lock

10/29/13 1st Floor near rm140 Electrical

Overton Sr (2565) 3B three  lights out over 
basketball  court.      need 
repair asap.

10/31/13 Gym Electrical

Overton Sr (2565) 3B bad ballast   in light fixture    
bulb has been changed  
also need two light covers 
replaced in kitchen.

11/1/13 Cafeteria serving  line Electrical

Overton Sr (2565) 3B blown house lights need 
replacing

11/6/13 Auditorium Electrical

Overton Sr (2565) 3B light on dock do not work 
bulbs have been changed.  
need repair asap .dark 
when cafe mgr.  comes in.

11/7/13 Kitchen loading dock Electrical

Overton Sr (2565) 3B three lights out  changed 
bulbs light still out

11/11/13 2nd Floor rm. 211 Electrical

Overton Sr (2565) 3B four lights out  bad ballast 11/11/13 2nd Floor rm 216 Electrical

Overton Sr (2565) 3B two lights out bad ballast 11/11/13 2nd Floor rm 215 Electrical



Overton Sr (2565) 3B Please delivery four boxes 
of T 8 light bulbs ,bulbs are 
needed throughout Bldg. 
in classrooms.

12/12/13 Hallway/Corridor Plant manager office Electrical

Overton Sr (2565) 3B Replace breezeway fire 
door magnet.

12/12/13 1st Floor 300 breezeway fire doors 
door

Electrical

Overton Sr (2565) 3B Replace exit lights fixtures. 12/12/13 1st Floor 300 Bldg 400 Bldg. Electrical

Overton Sr (2565) 3B Replace two light ballast. 12/12/13 1st Floor 200 Bldg.outside of 
Teacher's work 

Electrical

Overton Sr (2565) 3B Light bulbs needed around 
school and breezeway 
area's eiko SP23/35k25 
100 watts or higher.

12/13/13 Hallway/Corridor breezeway's /closet Electrical

Overton Sr (2565) 3B one bad ballast need to be 
repaired.

12/20/13 Classroom 535 Electrical

Overton Sr (2565) 3B Replace lamps that are out 
in the high area of the 
auditorium.

4/24/14 Electrical

Overton Sr (2565) 3B Repair door magnet on 
one door.magnet doesn't 
hold.

4/28/14 1st Floor 400 Bldg.fire doors Electrical

Overton Sr (2565) 3B The wall mounted outside 
light between building 
400& 500 is not working.

1/16/14 Outside light Electrical



Overton Sr (2565) 3B PUMP IS MAKING NOISE 
IN RM-110, & 2- UV NOT 
COMING ON IN RM-
231,238, 228
PLANT MGR-
WATKINS/416.2136

1/17/14 Electrical

Overton Sr (2565) 3B The camera system has 
two camera that are not 
working tech. said that 
they have powe issue, bad 
breakers #7&15.  

1/17/14 pupil services   Electrical

Overton Sr (2565) 3B T8 lamps are needed for 
classrooms and hallways

1/17/14 Electrical

Overton Sr (2565) 3B Wall light switch broken in 
classroom #308

1/17/14 Classroom 308 Electrical

Overton Sr (2565) 3B Bad Ballast Lights out in 
hallway on 2 nd floor .

1/17/14 Hallway/Corridor Electrical

Overton Sr (2565) 3B Bad Ballast Lights out in 
staircase next to room 
#106. 

1/17/14 Stairway Electrical

Overton Sr (2565) 3B Bad ballast in coach office 
next to room #301

1/21/14 Electrical

Overton Sr (2565) 3B light out over rear door rm 
525 east side of 500 
building.

3/18/14 Annex outside rm. 525 Electrical

Overton Sr (2565) 3B Replace receptacle ends 
on stairwell lighting.

3/29/14 2nd Floor southwest stairwell Electrical



Overton Sr (2565) 3B Replace receptacle broken 
end on one light that out in 
hallway.

3/29/14 2nd Floor Southwest hallway Electrical

Overton Sr (2565) 3B fire door will not stay open. 4/4/14 Hallway/Corridor near rm.320 Electrical

Overton Sr (2565) 3B bad ballast rm. 513 4/4/14 Administration Area 500 building Electrical

Overton Sr (2565) 3B replace one bad ballast on 
a set of two lights.

4/23/14 1st Floor Rm. 313 Electrical

Overton Sr (2565) 3B Need two boxes of T8 light 
bulbs bring two Plant 
manager office.

4/23/14 1st Floor SBE office Electrical

Overton Sr (2565) 3B Repair and add addition 
lighting in boiler room were 
boilers are to be replaced.

1/28/14 Electrical

Overton Sr (2565) 3B Replace blown bulbs in 
boiler room.

1/29/14 Electrical

Overton Sr (2565) 3B rm.136 entire row of lights 
out 9 lights.  rm. 140  3 
lights out possible ballast.

2/6/14 1st Floor rm.136 and 140 Electrical

Overton Sr (2565) 3B girls dressing room 1 bad 
ballast boys dressing room 
1 bad ballast  need repair 
asap  navy performing  02-
21-14.

2/12/14 Auditorium dressing rooms Electrical



Overton Sr (2565) 3B 1 light out possible bad 
ballast.  ROTC restroom  1 
light out possible bad 
ballast.

2/12/14 Restroom (Boys) 400 hallway Electrical

Overton Sr (2565) 3B rm 405.  nine lights do not 
work   replaced bulbs  
lights still not working

2/12/14 Classroom rm. 405 Electrical

Overton Sr (2565) 3B three  lights do not work   
new bulbs have been 
installed.

2/12/14 Classroom rm 408 Electrical

Overton Sr (2565) 3B Remove broken light bulb 
end from two fixture in 
breezeway of 400-500 
Bldg.

2/18/14 1st Floor 400-500 breezeway Electrical

Overton Sr (2565) 3B fire door magnet does not 
work.  door will not stay 
open.

2/18/14 Hallway/Corridor 500  hallway Electrical

Overton Sr (2565) 3B POWER LINE HANGING 
very low from the 
OUTSIDE POLE to the 
BUILDING on the S. SIDE 
of the AUDITORIUM per 
Mr. Bates, Plant Mgr. 
416.2032

5/5/14 Electrical

Overton Sr (2565) 3B light fixture bad  appears 
water got in it in the past 
fixture all rusty.

5/6/14 Restroom (Boys) 500 building Electrical

Overton Sr (2565) 3B light switch in equipment 
room bad lights will not go 
out.

5/7/14 Annex rm.525 Electrical

Overton Sr (2565) 3B Provide lighting in the air 
handler room over stage 
area and inside the air 
handler in the auditorium.

5/8/14 Electrical



Overton Sr (2565) 3B Repair exit light at rear 
south east exit of 
auditorium behind stage.

5/9/14 Electrical

Overton Sr (2565) 3B Wire up chiller for 
auditorium.

5/14/14 Electrical

Overton Sr (2565) 3B bad ballast , light flashing 5/15/14 Stairway s/e stairway near field 
house 

Electrical

Overton Sr (2565) 3B bad ballast  light flashes 
when bulb installed.

5/15/14 Stairway s/w Electrical

Overton Sr (2565) 3B one row of four lights do 
not  work.   One row of 
three lights do not work.  
need repair ASAP.

5/15/14 Library Electrical

Overton Sr (2565) 3B two lights bad balllast  
flashing when bulb 
installed.  they are located 
in front of rm. 245

5/15/14 Hallway/Corridor 2nd floor Electrical

Overton Sr (2565) 3B two lights out  bulbs have 
been changed  lights still 
do not work.

5/15/14 Hallway/Corridor 300 hallway Electrical

Overton Sr (2565) 3B Smoke detectors need 
cleaning. See fire alarm 
panel for locations.

5/29/14 Electrical

Overton Sr (2565) 3B Please provide four boxes 
of T8 light bulds to replace 
blowned light bulb 
throughout Bldg.

6/3/14 1st Floor plant manager office 
Rm.320

Electrical



Overton Sr (2565) 3B Re-attach exterio light 
fixture back to Bldg.( 
fixture is falling from Bldg. 
hanging by wires.)

6/3/14 Parking Lot Rear of Bldg. Electrical

Overton Sr (2565) 3B light cover needed for lay 
in lighting in ceiling.

6/10/14 Annex Rm.530 Electrical

Overton Sr (2565) 3B Replace one bad ballast. 6/16/14 2nd Floor Rm.211 Electrical

Overton Sr (2565) 3B Replace one bad ballast in 
Rms. 231,233 .

6/16/14 2nd Floor Rm.231,233 Electrical

Overton Sr (2565) 3B Replace broken 
receptacle.

6/16/14 2nd Floor Rm.215 Electrical

Overton Sr (2565) 3B Replace two light switches 
and hallway.

6/16/14 2nd Floor 2nd floor hallway Electrical

Overton Sr (2565) 3B Replace two receptacle 
covers .

6/16/14 1st Floor Rm.114 Electrical

Overton Sr (2565) 3B Replace one bad ballast. 6/16/14 1st Floor Rm.120 Electrical

Overton Sr (2565) 3B Replace one bad ballast. 6/16/14 Library Library Electrical



Overton Sr (2565) 3B Replace broken 
receptacle.

6/16/14 1st Floor Rm.131 Electrical

Overton Sr (2565) 3B Replace one bad ballast. 6/16/14 1st Floor Rm.135 Electrical

Overton Sr (2565) 3B Replace one bad ballast. 6/16/14 Athletic Field Rm.506 Electrical

Overton Sr (2565) 3B Replace one bad ballast. 6/16/14 Annex Rm.532 Electrical

Overton Sr (2565) 3B Replace one bad ballast. 6/16/14 Annex Rm.525 Electrical

Overton Sr (2565) 3B Replace one bad ballast. 6/17/14 Annex Girls RR Electrical

Overton Sr (2565) 3B The following lab table 
have electrical outlets in 
need of repair : Table 
6,7,9,11,13,14,15 .

6/9/14 1st Floor Rm.111 Electrical

Overton Sr (2565) 3B The following lab tables 
has electrical outlets in 
need of repair Tables 
1,4,5,6 .

6/9/14 1st Floor Rm.114 Electrical

Overton Sr (2565) 3B Electrical outlet on east 
wall doesn't work ! 

6/9/14 Concession Stand Gym area Electrical



Overton Sr (2565) 3B Replace ballast on a row 
of fve lights.

6/9/14 1st Floor Rm.408 Electrical

Overton Sr (2565) 3B four boxes of T8 light 
bulbs needed.

6/9/14 2nd Floor deliver to plant mgr. office Electrical

Overton Sr (2565) 3B Please clean dirty smoke 
detectors due to floor 
cleaning.

6/10/14 Electrical

Overton Sr (2565) 3B Repair light that is out by 
the cafeteria back dock.

3/18/14 Electrical

Overton Sr (2565) 3B lights out east-south-west 
side of main building. 
lights stay on awhile then 
shut off.

3/18/14 outside lights on top  of  
building

Electrical

Overton Sr (2565) 3B student parking lot has 
one pole light out, west 
side of 500 building.

3/18/14 Parking Lot student parking lot Electrical

Overton Sr (2565) 3B one pole light out in 
teachers parking lot,east 
side of 500 building.

3/18/14 Parking Lot teachers parking lot Electrical

Overton Sr (2565) 3B two lights out over stairs 
on north side of aud. one 
light out over stairs south 
side of aud.

3/18/14 Auditorium over outside stairs Electrical

Overton Sr (2565) 3B Monthly - 1' Filters 
(Monthly) - Overton High - 
Refer to PM schedule 
details.

5/2/14 Heating/Ventilation /Air 
Conditioning



Overton Sr (2565) 3B UNIT IN RM136 NOT 
COOLING. SBE BETTS 
416-2136

8/20/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B UV RMS 217, 233, & 301-
ALL ARE LEAKING-
PLANT MGR BATTS 416-
2136 KLR

8/22/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B UV RMS 134 & OTHER 
UV IN RM 217-BOTH NOT 
COMING ON-PLANT 
MGR BATTS 416-2136 
KLR

8/22/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B RTU BANDRM-NOT 
COOLING-PLANT MGR 
BATTS 416-2136 KLR

8/27/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B CONDENSER UNIT 
CHOIR RM-NOT COMING 
ON-PLANT MGR BATTS 
416-2136 KLR

8/27/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - 1' Filters 
(Monthly) - Overton High - 
Refer to PM schedule 
details.

8/30/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B (2) UV'S RM 239-ONE 
NOT COOLING & THE 
OTHER NOT COMING 
ON-PLANT MGR TODD 
416-2136 KLR

9/3/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B A/C RMS 247 & 226-
BOTH NOT COOLING-
PLANT MGR TODD 416-
2136 KLR

9/3/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B RTU NOT COOLING IN 
ENTIRE 500 BLDG, RM-
302,RM-347
PLANT MGR-
BATES/416.2136

9/9/13 Heating/Ventilation /Air 
Conditioning



Overton Sr (2565) 3B boiler down per Mr. Todd 
416-2136

1/2/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - 1' Filters 
(Monthly) - Overton High - 
Refer to PM schedule 
details.

1/3/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - Oil Lube & Belt-
Overton High - Refer to 
PM schedule details.

1/3/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B BOILER - NOT COMING 
ON - PM/TODD 416-2136

1/6/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B HEAT WEST WING 2ND 
FLR ABOUT (10) RMS-
ALL NOT HEATING-
PLANT MGR TODD 416-
2136 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B BOILER-NOT COMING 
ON-AFFECTS ENTIRE 
BLDG-PLANT MGR 
WATKINS 416-2134 KLR

1/14/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B PUMP-6 RM 130-MAKING 
NOISES-PLANT MGR 
WATKINS 416-8137 KLR

1/15/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B UNIT IN THE ANNEX 
BLDG IS NOT COOLING, 
SBE BETTS 

7/8/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B UNIT IN RM 308 IS NTO 
COMING ON  SBE BETTS 

7/8/13 Heating/Ventilation /Air 
Conditioning



Overton Sr (2565) 3B UNIT IN THE AUDIT & 
CAFE IS NOT COOLING.  
SBE BETTS 416-2136

7/24/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B UNIT IN RM 308& 302 IS 
NOT COMING ON .  SBE 
BETTS 416-2136

7/24/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B CONDENSING UNIT - 147-
116 - AUD -  NOT 
COMING ON - PM/BATTS 
416-2136

8/1/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B RTU-4 BANDRM ROOF-
NOT COMING ON-SBE 
BATTS 416-8136 KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - 1' Filters 
(Monthly) - Overton High - 
Refer to PM schedule 
details.

8/2/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B UNIT IN RM 226  NOT 
COOLING. SBE BETTS 
416-2136

8/6/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Replace 20 ton RTU. 9/11/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B clean all pans in unit vents 9/30/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B rent lift for outside 9/30/13 Heating/Ventilation /Air 
Conditioning



Overton Sr (2565) 3B Monthly - 1' Filters 
(Monthly) - Overton High - 
Refer to PM schedule 
details.

10/4/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - 1' Filters 
(Monthly) - Overton High - 
Refer to PM schedule 
details.

11/1/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - Filter-Overton 
High - Refer to PM 
schedule details.

11/2/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B annex building boiler not 
firing gas pilot out per Mr. 
Betts 416-2032

11/8/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B no heat in guidance office - 
not coming on per Mr. 
Betts 416-2032

11/13/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B HEAT ENTIRE 1ST FLR & 
ENTIRE 2ND FLR-BOTH 
AREAS NOT HEATING-
PLANT MGR BATTS 416-
2136 KLR

11/14/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B HEAT GYM AREA-NOT 
HEATING-PLANT MGR 
BATTS 416-2136 KLR

11/14/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B HEAT GYM AREA & 400 
BLDG (8) CLASSRMS-
ALL NOT HEATING-
PLANT MGR BATTS 416-
2136 KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B BOILER-2 MECH RM-
LEAKING-PLANT MGR 
BATTS 416-2136 KLR

11/25/13 Heating/Ventilation /Air 
Conditioning



Overton Sr (2565) 3B Monthly - 1' Filters 
(Monthly) - Overton High - 
Refer to PM schedule 
details.

11/29/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B no heat in 500 building  
blowing cold air per Mr. 
Betts 416-2032

12/9/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B AHU NOT HEATING IN 
AUDIT
PLANT MGR-BATES/416-
2136

12/13/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B BOILER IS LEAKING 
WATER.
PLANT MGR-
BATES/416.2136

12/13/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B HEAT RM 238-JUST 
HUMMING/RATTLING, 
MAKING NOISES-PLANT 
MGR WATKINS 416-2136 
KLR

1/16/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B HEAT RM 308-
OVERHEATING, TEMP IS 
85-PLANT MGR 
WATKINS 416-2136 KLR

1/17/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B WALL UNIT NOT 
HEATING IN MAIN 
OFFICE.
PLANT MGR-
WATLINS/416.2136

1/21/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - 1' Filters 
(Monthly) - Overton High - 
Refer to PM schedule 
details.

4/4/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - 1' Filters 
(Monthly) - Overton High - 
Refer to PM schedule 
details.

1/31/14 Heating/Ventilation /Air 
Conditioning



Overton Sr (2565) 3B HEAT 500 BLDG (10) 
RMS-ALL NOT HEATING 
& HAVE A BURNING 
SMELL-PLANT MGR 
BATTS 416-2136 KLR

2/5/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B AHU - 500 BLDG ANNEX - 
BLOWING NOT HEATING 
- PM/BATTS 416-2032

2/12/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B RTU 500 BLDG-NOT 
HEATING-ABOUT (10) 
RMS IN AREA-PLANT 
MGR BATTS 416-2136 
KLR

2/21/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B HEAT 500 BLDG ABOUT 
(8) RMS-NOT HEATING-
PLANT MGR BATTS 416-
2032 KLR

2/24/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B A/C IN RM 140 - MAKING 
LOUD NOISES - LIKE 
SHAFT BEARING HAS 
GONE OUT - PM/BATES 
416-2032

5/5/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B CHILLER-1 AUIDTORIUM-
NOT COMING ON-PLANT 
MGR BETTS 416-2136 
KLR

5/7/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B A/C UNIT is MAKING A 
LOUD NOISE in ROOM 
142 (GUIDANCE OFFICE) 
per Mr. Betts, Plant Mgr. 
416.2032

5/12/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B UNIT HAS A BURNING 
SMELL IN RM-133, & 
UNIT NOT COMING ON 
IN RM-249,237,301, 
GUIDANCE OFFICE
PLANT MGR-
BATES/416.2136

5/13/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - 1' Filters 
(Monthly) - Overton High - 
Refer to PM schedule 
details.

5/30/14 Heating/Ventilation /Air 
Conditioning



Overton Sr (2565) 3B THREE (3) A/C UNITS are 
NOT COMING ON in 
ROOMS 239, 249, and 
301 per Bobby Betts, Plant 
Mgr. 4162032

6/4/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B THREE (3) A/C UNITS are 
LEAKING WATER in 
ROOMS 211, 213, and 
231 per Bobby Betts, Plant 
Mgr. 4162032

6/4/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - Filter-Overton 
High - Refer to PM 
schedule details.

3/1/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - 1' Filters 
(Monthly) - Overton High - 
Refer to PM schedule 
details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - Filter-Overton 
High - Refer to PM 
schedule details.

6/28/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Yearly - Boiler 001 - 
Overton High - Refer to 
PM schedule details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Yearly - Boiler 002-
Overton-Annex Base Blr 
Rm - Refer to PM 
schedule details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - Air Compressor - 
Overton High - Refer to 
PM schedule details.

12/29/13 Heating/Ventilation /Air 
Conditioning

Overton Sr (2565) 3B Monthly - Air Compressor - 
Overton High - Refer to 
PM schedule details.

6/29/14 Heating/Ventilation /Air 
Conditioning



Overton Sr (2565) 3B 1st floor two restrooms 
girls,due to a large amount 
of griffitti on stalls and 
walls of restrooms.

9/10/13 Stairway Girls restrooms Painting

Overton Sr (2565) 3B Due to large amounts of 
graffiti written in restrooms 
,walls and stalls,restrooms 
are in need of re-painting 
throughout Bldg. 

6/3/14 1st Floor 1st and 2nd floor Painting

Overton Sr (2565) 3B Repair ceiling / ceiling is 
deteriorating due to 
moisture.

6/10/14 1st Floor Breezeway Painting

Overton Sr (2565) 3B Restrip parkng lot 1/16/14 Parking Lot Painting

Overton Sr (2565) 3B Re-pave and restripe and 
re- lable designated 
parking space's see Plant 
Manager for details.

4/23/14 Parking Lot Parking lot Painting

Overton Sr (2565) 3B Graffiti on the walls in 
Building 200 on the 1st 
and 2nd Floors Girl's and 
Boy's RR and in Building 
400 on the 1st Floor Girl's 
and Boy's RR per Mr. 
Batts, Plant Mgr. 416.2032

12/5/13 Painting

Overton Sr (2565) 3B GRAFFITI ON B/RR 1ST - 
2ND FLRS
PLANT MGR-
WATKINS/416.2136

1/17/14 Painting

Overton Sr (2565) 3B Please paint grill for boys 
restroom.  Melvin Hatch 
will deliver cover to Paint 
Shop.

1/23/14 Painting

Overton Sr (2565) 3B Please repaint the letters 
on the front of the 
gymnasium. They should 
be Memphis Blue. They 
have weathered to gray 
and are not noticeable 
from the street.

3/25/14 Grounds Painting



Overton Sr (2565) 3B Remove griffitti from boy's 
and girl's restrooms.

4/15/14 Restroom (Boys) 1st and 2nd floor Painting

Overton Sr (2565) 3B Throughout Bldg. remove 
griffitti from restroom stalls.

4/23/14 Restroom (Boys) 1st and 2nd floor Painting

Overton Sr (2565) 3B GRAFFITI B/G RR'S 1ST 
& 2ND FLRS ON STALL 
WALLS-PLANT MGR 
BATTS 416-2136 KLR

2/18/14 Painting

Overton Sr (2565) 3B per mr betts 416-2032 
there is gang graffiti on the 
exterior wall of the 500 
building

2/21/14 Painting

Overton Sr (2565) 3B per betts 416-2032 graffiti 
all over all of the buildings 

5/12/14 Painting

Overton Sr (2565) 3B GRAFFITI ON WALLS, 
STALLS IN B/RR-G/RR 
THRU OUT BLDG
PLANT MGR-
BATES/416.2136

5/13/14 Painting

Overton Sr (2565) 3B FLOOR DRAIN AHU RM 
400 BLDG-BACKING UP 
WATER-SBE BATTS 416-
2136 KLR

8/14/13 Plumbing

Overton Sr (2565) 3B Secure hardware on 
middle commode,water 
leaks to floor when 
flushed.

8/20/13 1st Floor Girls restroom Plumbing

Overton Sr (2565) 3B Replace flush vavle on 
urinal.

8/20/13 1st Floor 400 Bldg ROTC restroom Plumbing



Overton Sr (2565) 3B Replace drip washer on 
one sink.

8/20/13 2nd Floor Boys restroom eastside of 
BLDG.

Plumbing

Overton Sr (2565) 3B 3-WALL UNITS ARE 
LEAKING IN RM-
215,217,233
PLANT MGR-
BATES/416.2136

8/26/13 Plumbing

Overton Sr (2565) 3B A/C RMS 231 & 215-
BOTH HAVE 
CONDENSATE LEAKS-
PLANT MGR TODD 416-
2136 KLR

9/3/13 Plumbing

Overton Sr (2565) 3B A/C RM 140-LEAKING-
PLANT MGR TODD 416-
2136 KLR

9/3/13 Plumbing

Overton Sr (2565) 3B 3-COM SINK IS LEAKING 
WATER IN KITCHEN.
PLANT MGR-
TODD/416.2021

9/4/13 Plumbing

Overton Sr (2565) 3B Replace two commode 
seats.

9/10/13 Restroom (Girls) 2nd floor eastside of Bldg. Plumbing

Overton Sr (2565) 3B Test RP devices on site. 1/2/14 Plumbing

Overton Sr (2565) 3B UNIT IN THE CAFE IS 
LEAKING SBE BETTS 
416-2136

7/24/13 Plumbing

Overton Sr (2565) 3B unstop two custodail closet 
sinks, sink are stop up due 
two painter washing out 
brushes in sinks. 

8/7/13 2nd Floor 2nd Floor Plumbing



Overton Sr (2565) 3B replace drip washer on 
sink .

8/7/13 2nd Floor boy's restroom eastside of 
Bldg.

Plumbing

Overton Sr (2565) 3B Replace sink drain pipe U 
pipe has hole in it and 
leaks water to floor.

8/7/13 2nd Floor Boy's restroom Plumbing

Overton Sr (2565) 3B Replace flush vavle 
commode want flush.

8/7/13 Annex 500 Bldg.Grils restroom Plumbing

Overton Sr (2565) 3B Replace flush vavle on 
urinal.

8/14/13 1st Floor ROTC restroom Plumbing

Overton Sr (2565) 3B Unstop One commode. 9/10/13 1st Floor Girls restroom Plumbing

Overton Sr (2565) 3B Unstop two commodes. 9/11/13 Restroom (Girls) 2nd floor southside of 
Bldg.

Plumbing

Overton Sr (2565) 3B unstop floor drain. 9/18/13 Cafeteria Dock mop closet Plumbing

Overton Sr (2565) 3B Please test RP devices on 
site.

9/19/13 Plumbing

Overton Sr (2565) 3B Please inspect and make 
sure drain lines are 
stopped up on the 
following ac units;  rooms 
131, 116, 249, 221, 248, 
and 249.

9/19/13 Plumbing



Overton Sr (2565) 3B Replace pipe one inch 
pipe hanger,is broke.

10/2/13 Gym Boy's locker RM. Plumbing

Overton Sr (2565) 3B Replace one commode 
seat on handicap 
commode.

10/17/13 Restroom (Girls) 2nd floor eastwing Plumbing

Overton Sr (2565) 3B Unstop one commode. 10/17/13 Restroom (Boys) 2nd floor westside of Bldg. Plumbing

Overton Sr (2565) 3B Repair or replace sink,sink 
has a small hole in it.Also 
replace sink faucet 
handle,handle is missing.

10/17/13 Restroom (Boys) 1st floor 300 Bldg. Plumbing

Overton Sr (2565) 3B two toliets  clogged   can 
not  flush need repair asap   
only four toilets in restroom

10/17/13 Restroom (Boys) 2nd floor Plumbing

Overton Sr (2565) 3B SINK HOT WATER 
CONTINUES TO RUN IN 
KITCHEN. 
PLANT MGR-
BATES/416.2136

10/21/13 Plumbing

Overton Sr (2565) 3B Hook up gas to new hvac 
unit.

10/29/13 Plumbing

Overton Sr (2565) 3B urinal clogged  overflowing 
on floor.

10/29/13 Restroom (Boys) 1stfloor near gym Plumbing

Overton Sr (2565) 3B toliet will not stop running   
water to toliet shut  off.      

10/29/13 Restroom (Girls) 1st floor near rm131 Plumbing



Overton Sr (2565) 3B toliet clogged up. second 
request.

10/29/13 Restroom (Boys) 2nd floor near rm117 Plumbing

Overton Sr (2565) 3B SINK KITCHEN MOP 
CLOSET-HOT WATER 
SIDE CONSTANTLY 
RUNNING AT A HALF 
FORCE-CAN'T CUT OFF, 
IT'S STRIPPED-PLANT 
MGR TODD 416-2136 
KLR

10/31/13 Plumbing

Overton Sr (2565) 3B Re-set commode back to 
floor.

11/8/13 Restroom (Girls) annex bldg. 500 Plumbing

Overton Sr (2565) 3B unstop two commodes. 11/22/13 1st Floor Boy's Restroom eastside 
of Bldg.

Plumbing

Overton Sr (2565) 3B Re-set commode 
,commode has come loose 
from floor.

11/22/13 Annex Girls Restroom Plumbing

Overton Sr (2565) 3B Boy's restroom replace 
two toilet seat's.

12/13/13 Annex 500 Bldg. Plumbing

Overton Sr (2565) 3B Girl's restroom replace 
hard ware on one 
commode,commode leaks 
water to floor when 
flushed.

12/13/13 Restroom (Girls) 200 BLDG. 2nd floor 
westside of BLDG.

Plumbing

Overton Sr (2565) 3B FAUCET OUTSIDE EAST 
SIDE OF AUDITORIUM-
RUNNING AT FULL 
FORCE, CAN'T CUT OFF-
PLANT MGR BATTS 416-
2132 KLR

4/23/14 Plumbing

Overton Sr (2565) 3B WALK-IN FREEZER 
KITCHEN AREA-COILS 
ARE LEAKING AND 
CAUSING THE FREEZER 
DOOR TO FREEZE 
WHERE YOU CAN'T 
OPEN IT-PLANT MGR 
BATTS 416-2136 KLR

4/29/14 Plumbing



Overton Sr (2565) 3B two toliets clogged    can 
not flush  need repair  
asap

4/3/14 Restroom (Boys) near rm.137 Plumbing

Overton Sr (2565) 3B one toliet clogged  can not 
flush need repair asap

4/3/14 Restroom (Girls) 400 hall Plumbing

Overton Sr (2565) 3B one toliet clogged  can not 
flush need repair asap

4/3/14 Restroom (Girls) 500 building Plumbing

Overton Sr (2565) 3B hot water will not shut off 4/4/14 Cafeteria CLOSET ON DOCK Plumbing

Overton Sr (2565) 3B On two commodes, one 
needs a new flush vavle 
and one leaks water to 
floor when flushed. 

4/7/14 Administration Area Teacher's work room Plumbing

Overton Sr (2565) 3B The water faucet on the 
back of the auditorium 
cannot be turned off. the 
valve is stripped and will 
need to be replaced.

4/10/14 Athletic Field Behind Auditorium Plumbing

Overton Sr (2565) 3B Unstop commode and 
repair hardware , 
hardware leaks water to 
floor when flush.

4/15/14 2nd Floor Boy's restroom across 
from room 217

Plumbing

Overton Sr (2565) 3B Boy's restroom 1st floor 
across from room 137 
commode is stop up 
cannot plung free.

4/23/14 Restroom (Boys) boy's and girl's 1st and 
2nd floor

Plumbing

Overton Sr (2565) 3B Hardware leaks water on 
two floor , on two 
commodes.

4/23/14 Restroom (Girls) 2nd floor westside of Bldg. Plumbing



Overton Sr (2565) 3B urinal leaks water two 
floor.

4/23/14 1st Floor Gym lobby Plumbing

Overton Sr (2565) 3B Replace flush valve on 
commode.Also unstop two 
urinal.

2/3/14 1st Floor boy's RR 400bldg. Plumbing

Overton Sr (2565) 3B Unstop two urinal. 2/3/14 Gym Boy's locker room Plumbing

Overton Sr (2565) 3B TOILET VALVE IS 
LEAKING WATER IN 
B/RR 400 BLDG.
PLANT MGR-
BATES/416.2136

2/4/14 Plumbing

Overton Sr (2565) 3B per mr todd 416-2136 
boys restroom 1st floor 
near gym commode that 
constantly running can't 
shut off

2/5/14 Plumbing

Overton Sr (2565) 3B handle on urnial sticking  
water keeps running on 
floor.

2/6/14 Restroom (Boys) 1st.fl. near rm.136 Plumbing

Overton Sr (2565) 3B Replace drip washer and 
unstop sink on north wall 
food preping area.

2/11/14 Cafeteria kitchen Plumbing

Overton Sr (2565) 3B unstop urnial in restroom. 5/6/14 Restroom (Boys) 1st floor boy's restroom Plumbing

Overton Sr (2565) 3B one toliet  stopped up can 
not plunge.

5/6/14 Restroom (Boys) 1st.floor east hallway Plumbing



Overton Sr (2565) 3B one toliet stopped up  2nd 
request 

5/6/14 Restroom (Girls) 400 hallway Plumbing

Overton Sr (2565) 3B one toliet stopped up can 
not plunge 2nd request.

5/6/14 Restroom (Girls) 500 building Plumbing

Overton Sr (2565) 3B water will not shut off in 
one toilet  bad flush valve

5/6/14 Restroom (Girls) 1st floor near rm.111 Plumbing

Overton Sr (2565) 3B toliet stopped up  can not 
flush  overflowing.  this is 
only toilet for gym. 

5/7/14 Restroom (Boys) across from boys locker 
room

Plumbing

Overton Sr (2565) 3B toliet stopped up  plunge it 
and it still cverflows

5/7/14 Restroom (Boys) locker room Plumbing

Overton Sr (2565) 3B Replace pipe hanger, 
students has broken pipe 
hanger again by swinging 
on hanging pipes in locker 
rm. (safty cocern issue)!

6/3/14 Gym boy's locker rm. Plumbing

Overton Sr (2565) 3B Unstop clogged sink ! 6/9/14 1st Floor Rm.134 Plumbing

Overton Sr (2565) 3B Hot water heater leaks at 
bottom.

6/9/14 Concession Stand gym area Plumbing

Overton Sr (2565) 3B Right sink is clogged up. 6/10/14 Annex Rm.238 Plumbing



Overton Sr (2565) 3B Hook up new convection 
oven in kitchen (scs # 
421703 ) oven is already 
on site .

6/26/14 Cafeteria kitchen Plumbing

Overton Sr (2565) 3B There is a roof leak in the 
classroom. #529 

1/15/14 Classroom 529 Roof

Overton Sr (2565) 3B bad water leak in 
classroom when it rains. 
have to relocate class.

11/1/13 Classroom 529 Roof

Overton Sr (2565) 3B roof leaks when it rains. in 
hallway near cafe 
entrance.

11/1/13 Hallway/Corridor cafe hallway Roof

Overton Sr (2565) 3B Roof leaks at entrance of 
400 Bldg.

11/22/13 1st Floor 400 Bldg. entrance Roof

Overton Sr (2565) 3B Roof leaks and flood out 
Rm.

11/22/13 Annex Rm.529 Roof

Overton Sr (2565) 3B Roof leaks when rain in 
see plant manager for 
details of locations.

2/10/14 1st Floor 300,500,Bldg. Roof

Overton Sr (2565) 3B Install a cover over the air 
vent that is damage in boy 
RR across from 116. 

1/15/14 Restroom (Boys) Sheet Metal

Overton Sr (2565) 3B replace 10 ton unit on 
choir room

9/17/13 Sheet Metal



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Raineshaven El (2595) 3A 2 15 39 48 2 20 3 1 130
Grand Total 2 15 39 48 2 20 3 1 130



Location Request Description Submittal Date Area Description Area Number Craft
Raineshaven El (2595) 3A repalce broken floor tiles 2/13/14 Asbestos

Raineshaven El (2595) 3A Take up the carpet 2/24/14 Administration Area Principal office Asbestos

Raineshaven El (2595) 3A window is cracked bad. 2/14/14 Kitchen Serving line Carpentry

Raineshaven El (2595) 3A Window pain in Rm. 22 
was badly crack over the 
week-in
need new pain, Thanks for 
your help in this matter.

2/3/14 Classroom Rm. 22 Carpentry

Raineshaven El (2595) 3A   paper towel holder 
hanging off wall 

4/1/14 Carpentry

Raineshaven El (2595) 3A In room 22 locker handler 
will not slide to open the 
locker, can get in Thanks 
for your help in thuis 
matter.

4/25/14 Classroom Rm. 22 Carpentry

Raineshaven El (2595) 3A replace glass in window 7/31/13 Classroom Rm. 9 Carpentry

Raineshaven El (2595) 3A repair screen door 8/1/13 Kitchen Carpentry



Raineshaven El (2595) 3A Install large bullentin board 
outside classroom.

8/9/13 Hallway/Corridor J4, J5, J8 & J10 Carpentry

Raineshaven El (2595) 3A mount tissue holder on 
concrete wall

8/13/13 girls & boys rr Carpentry

Raineshaven El (2595) 3A Replace glass for a 
window unit to go in

8/26/13 Cafeteria Manager's office Carpentry

Raineshaven El (2595) 3A rooms 18 and 20 are 
broken, still in tack, but 
needs to be boarded up 
until glass is replaced.  
Tonya Nelson 416-8712

9/27/13 Carpentry

Raineshaven El (2595) 3A Replace threshold in 
library, exit door and fire 
door. Hard for wheel chair 
to cross over.

11/22/13 Hallway/Corridor Carpentry

Raineshaven El (2595) 3A replace / repair stall door it 
was broken off 

12/5/13 Restroom (Girls) East end & Jackson Hall Carpentry

Raineshaven El (2595) 3A Overhead screen is 
hanging down (hazardous)

12/5/13 Classroom J2 Carpentry

Raineshaven El (2595) 3A WINDOW G RR EAST 
END OF BLDG-BROKEN 
OUT DUE TO A BREAK IN 
OVER THE WEEKEND-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
NELSON 416-8712 KLR

12/9/13 Carpentry

Raineshaven El (2595) 3A Outer window is broken. 
Replace broken window.

1/6/14 Classroom J9 Carpentry



Raineshaven El (2595) 3A FCU NOT COMING ON IN 
RM-17
PLANT MGR-
NELSON/416.3146

2/24/14 Electrical

Raineshaven El (2595) 3A Ballast blown in 2 light 
fixtures

1/23/14 Classroom J5 Electrical

Raineshaven El (2595) 3A HEAT RM J6 & LIBRARY 
(2) UNITS-ALL NOT 
COMING ON-PLANT 
MGR NELSON 416-8712 
KLR

1/24/14 Electrical

Raineshaven El (2595) 3A ballast burned out in 2 light 
fixtures

1/24/14 Classroom J5 Electrical

Raineshaven El (2595) 3A per ms nelson 416-8712 
room 4 is not coming on at 
all

1/28/14 Electrical

Raineshaven El (2595) 3A FCU HAS BURNING 
SMELL IN RM-16
PLANR MGR-
NELSON/416.3146

1/31/14 Electrical

Raineshaven El (2595) 3A HEAT LIBRARY-BOTH 
NOT COMING ON-PLANT 
MGR NELSON 416-3146 
KLR

2/5/14 Electrical

Raineshaven El (2595) 3A ballast burned out in 2 light 
fixtures

2/5/14 Classroom rm.5 Electrical

Raineshaven El (2595) 3A Ballast need replacing in 
lamb on J-hallway in 
corridor past library to the 
right. Thanks for your help 
in this matter.

3/17/14 Hallway/Corridor J-hall Electrical



Raineshaven El (2595) 3A room J4 need ballast in 
light fixtures 2 light fixtures 
are out new bulds put in 
but lights are blinking 
disturbing class room 
thank you

4/14/14 Electrical

Raineshaven El (2595) 3A Room 1 have 1 lamb that 
need ballast replace. 
Thanks for your help in 
this matter.

4/23/14 Classroom Rm. 1 Electrical

Raineshaven El (2595) 3A Room 2 have 1 lamb that 
need ballast replace. 
Thanks for your help in 
this matter.

4/23/14 Classroom Rm. 1 Electrical

Raineshaven El (2595) 3A Room 2 have 1 lamb that 
need ballast replace. 
Thanks for your help in 
this matter.

4/23/14 Classroom Rm. 2 Electrical

Raineshaven El (2595) 3A Room J1 have 6 lamb that 
need ballast replace. 
Thanks for your help in 
this matter.

4/23/14 Classroom Rm. J1 Electrical

Raineshaven El (2595) 3A Room J2 have 6 lamb that 
need ballast replace. 
Thanks for your help in 
this matter.

4/23/14 Classroom Rm. J2 Electrical

Raineshaven El (2595) 3A light fixture on the left side 
is blown out ,need ballast 
room #4 thank you for your 
help in this matter

4/30/14 Electrical

Raineshaven El (2595) 3A all clocks are off time , 
Thank you for your help in 
this matter

4/30/14 Electrical

Raineshaven El (2595) 3A UNIT NOT COMING ON 
IN RM-22
PLANT MGR-
REED/827.9728

5/8/14 Electrical



Raineshaven El (2595) 3A A/C RM 17-NOT COMING 
ON-PLANT MGR REED 
416-8793 KLR

5/12/14 Electrical

Raineshaven El (2595) 3A lights in cafeteria on stage 
need replacing thank you 
for your help in this matter

5/21/14 Electrical

Raineshaven El (2595) 3A THRU ENTIRE BLDG 
POWER OUTAGE
PRIN-GRIFFIN/237.2512

5/23/14 Electrical

Raineshaven El (2595) 3A FIRE ALARM PANEL NOT 
WORKING - PM/REED 
416-8703

5/27/14 Electrical

Raineshaven El (2595) 3A A/C UNITS are NOT 
COMING ON in the 
CLASSROOMS and MAIN 
OFFICE per Ms. Reed, 
Plant Mgr. 827.9728

5/27/14 Electrical

Raineshaven El (2595) 3A main clock is just blinking 
off and on. Does not have 
the time at all.

6/2/14 Administration Area main office Electrical

Raineshaven El (2595) 3A The fire alarm panel is in 
trouble. Battery Fault. 
Please replace batteries.

7/2/13 Electrical

Raineshaven El (2595) 3A Fire panel is in trouble due 
to the batteries.
HIGH PRIORITY

7/8/13 Hallway/Corridor main lobby Electrical

Raineshaven El (2595) 3A ballast burned out. 8/8/13 Classroom rm.7 Electrical



Raineshaven El (2595) 3A vent a hood over dish 
machine not working 
properly

8/13/13 Kitchen dish room Electrical

Raineshaven El (2595) 3A 2 ballast burned out in the 
two seperate fixtures

8/20/13 Restroom (Boys) jackson hall & haalway Electrical

Raineshaven El (2595) 3A A/C PRIN'S OFC-NOT 
COMING ON-PLANT 
MGR NELSON 416-8712 
KLR

9/27/13 Electrical

Raineshaven El (2595) 3A smoke detectors need the 
batteries replace

10/17/13 Classroom rm. 14, 15, 17, 18, 21 &22 Electrical

Raineshaven El (2595) 3A light fixture ballast has 
burned out

10/31/13 Hallway/Corridor Electrical

Raineshaven El (2595) 3A ALL FCU'S THRU OUT 
BLDG-HAVE NO POWER, 
BUT THE BOILER HAS 
POWER AND IS ON-
PLANT MGR NELSON 
416-8712 KLR

11/19/13 Electrical

Raineshaven El (2595) 3A replace light fixture covers 
broken and hanging down

11/22/13 Library library office Electrical

Raineshaven El (2595) 3A -FCU NOT COMING ON 
RM-17
PLANT MGR-
NELSON/416.3146

12/2/13 Electrical

Raineshaven El (2595) 3A per Ms. Nelson 416-8712 
the air handler in boiler 
room breaker will not reset 
and not working

12/13/13 Electrical



Raineshaven El (2595) 3A FCU NOT COMING ON IN 
RM-22
PLANR MGR-
NELSON/416-3146

12/17/13 Electrical

Raineshaven El (2595) 3A light out on parking lot 12/18/13 Parking Lot Electrical

Raineshaven El (2595) 3A HEAT RMS 17 & 22-BOTH 
NOT COMING ON-PLANT 
MGR NELSON 416-9175 
KLR

1/6/14 Electrical

Raineshaven El (2595) 3A HEAT RM 3-NOT 
HEATING-PLANT MGR 
NELSON 416-8712 KLR

1/21/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A HEAT RM 3-NOT 
HEATING-PLANT MGR 
NELSON 416-3146 KLR

1/28/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A per Ms. nelson 416-8712 
rooms 3, 8, 11 are blowing 
cold

1/28/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Monthly - Filter-
Raineshaven Elementary - 
Refer to PM schedule 
details.

2/3/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A per ms nelson 416-8712 
FCU 3 & 4 blowing cold 

2/4/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A 10-FCU NOT HEATING IN 
RM-
J1,J3,J7,J9,2,3,5,8,13,15
PLANT MGR-
HURSE/416.3146

2/6/14 Heating/Ventilation /Air 
Conditioning



Raineshaven El (2595) 3A FCU RM 15-HAS A 
FREON LEAK SMELL TO 
IT PER SBE-PLANT MGR 
HEARSE KLR

2/10/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A AHU#1 KEEPS 
OVERHEATING (83) IN 
CAFE, & AHU#2 
CONTINUES TO BLOW 
AIR
PLANT MGR-/833.6886

3/20/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A FCU SERVING LINE 
AREA-NOT COOLING-
PLANT MGR HURSE 416-
3146 KLR

4/23/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A per ms reed 827-9728 J 
hall is not cooling and 
taking tcap

5/6/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A UNIT NOT COOLING IN 
FIN SECRETARY OFFICE
PLANT MGR-
REED/827.9728

5/8/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A per ms reed 416-8703 
rooms 4 and 16 blowing 
hot

5/12/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Monthly - 
AirCompress#072 1fl blrm 
Raineshaven Elm - Refer 
to PM schedule details.

5/17/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Monthly - Oil Lube & Belt-
Raineshaven Elem - Refer 
to PM schedule details.

5/17/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Monthly - Filter-
Raineshaven Elementary - 
Refer to PM schedule 
details.

6/2/14 Heating/Ventilation /Air 
Conditioning



Raineshaven El (2595) 3A UNIT NOT COOLING IN 
RM-16,19,20
PLANT MGR-
NELSON/416.3146

6/5/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A CHILLER MECH RM-NOT 
COMING ON, HAS NO 
POWER-PLANT MGR 
NELSON 416-8712 KLR

6/9/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A 6-FCU NOT COOLING IN 
RM-3(004) RM-8(010) RM-
10(028) RM-23(014) 
LIBRARY(052,054)
SBE-NELSON/416-3146

7/17/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A FCU NOT COOLING IN 
RM-11(011)
PLANT MGR-
NELSON/416.3146

7/29/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A UNIT IN RM 15 IS NOT 
COOLING. SBE NELSON 
416-8712

7/31/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A J10 FCU not cooling per 
Tonya Nelson 416-8712

8/5/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A UNIT IN RM 5 NOT 
COOLING. SBE NELSON 
416-8712

8/5/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A UNIT IN RM 6 NOT 
COOLING  SBE NELSON

8/5/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A UNITS ARE NOT 
COOLING IN RMS 3,8,13  
SBE NELSON 416- 8712

8/5/13 Heating/Ventilation /Air 
Conditioning



Raineshaven El (2595) 3A clean chiller 8/8/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A UNIT NOT COOLING IN 
RM-3(004) RM-4(0070 RM-
13(013) RM-11(011) RM-
22(021).
PLANT MGR-
NELSON/416.3086

8/9/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A the following rooms are 
not cooling per tonya 
nelson 416-8712
rm 4, 6, 8, Parent 
Resource Room, J3, J10, 
Teachers Work room

8/14/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Per Tonya Nelson 416-
8712 the following rooms 
are not cooing - room 8, 
teacher's work area, asst 
prin office, principal's 
office, principal's 
conference room, J2, J3, 
J4, J7, J8, J11, J12

8/26/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A UNIT NOT COOLING IN 
PRIN OFFICE.
PLANT MGR-
NELSON/416.3146

9/27/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Monthly - Filter-
Raineshaven Elementary - 
Refer to PM schedule 
details.

9/30/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Monthly - Oil Lube & Belt-
Raineshaven Elem - Refer 
to PM schedule details.

10/12/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A 2-FCU ARE 
OVERHEATING (80)IN 
LIBRARY .
PLANT MGR-
NELSON/416.3146

11/4/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A BOILER MECH RM-NOT 
HEATING-PLANT MGR 
NELSON 416-8712 KLR

11/12/13 Heating/Ventilation /Air 
Conditioning



Raineshaven El (2595) 3A BOILER NOT HEATING. 
PLANT MGR-
NELSON/416.3146

11/13/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A BOILER KEEPS GOING 
IN ALARM-PLANT MGR 
NELSON 416-8712 KLR

11/15/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Monthly - 
AirCompress#072 1fl blrm 
Raineshaven Elm - Refer 
to PM schedule details.

11/16/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A rooms 4, 15, 17, 20 
blowing cold air per mr 
hurse 574-1660

11/25/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A FCU'S MAIN HALL (13) 
CLASSRMS & PRE-K 
HALL RMS 15, 17, 21, & 
22-ALL NOT HEATING-
PLANT MGR HURSE 416-
3146 KLR

11/26/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A BOILER in ALARM per 
Tonya Nelson, Plant Mgr. 
416.8712

12/2/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A 5-FCU NOT HEATING IN 
RM-5,8,11,22
PLANT MGR-
NELSON/416.3146

12/2/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A BOILER is in ALARM per 
Tonya Nelson, Plant Mgr. 
416.8712

12/5/13 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A BOILER in Alarm per 
Tonya Nelson, Plant Mgr. 
416.8712

12/9/13 Heating/Ventilation /Air 
Conditioning



Raineshaven El (2595) 3A BOILER MECH RM-NOT 
COMING ON-AFFECTS 
ENTIRE BLDG-PLANT 
MGR WATKINS 416-3146 
KLR

1/2/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A HEAT RMS 3, 4, & 5-NOT 
HEATING-PLANT MGR 
NELSON 416-9175 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Unit is NOT HEATING in 
Room 8 per Tonya Nelson, 
Plant Mgr. 416.8712

1/7/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A HEAT RM J7-NOT 
HEATING-PLANT MGR 
NELSON 416-8175 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Filters need replacing the 
date shows 03/11/2013

1/8/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Yearly - 001 Boiler - 
Raineshaven - Boiler 
Room - Refer to PM 
schedule details.

3/8/14 Heating/Ventilation /Air 
Conditioning

Raineshaven El (2595) 3A Need touch up paint on 
walls in hallway

1/30/14 Hallway/Corridor Painting

Raineshaven El (2595) 3A paint lines on football field 5/7/14 Painting

Raineshaven El (2595) 3A GAS SMELL KITCHEN 
AREA-PLANT MGR 
NELSON 416-8712 KLR

2/28/14 Plumbing



Raineshaven El (2595) 3A           back flow test 3/6/14 Plumbing

Raineshaven El (2595) 3A PIPE is LEAKING from the 
CEILING in the LIBRARY 
per Ms. Nelson, Plant Mgr. 
416.8712

2/4/14 Plumbing

Raineshaven El (2595) 3A Sink is stopped up 2/5/14 Custodial Closet Plumbing

Raineshaven El (2595) 3A The water in the kicthen is 
not getting hot, need hot 
for proper cleaning and 
sanitizing, (Hot water 
heater)A reoccurence 
problem. Thanks for your 
help in this matter.

3/21/14 Cafeteria Kicthen Plumbing

Raineshaven El (2595) 3A ice machines is not 
working water is flooding 
floor

4/7/14 Kitchen Plumbing

Raineshaven El (2595) 3A J HALL BOYS 
BATHROOM SOMEONE 
FLUSH CELL PHONE IN 
TOILET PRE PRINCIPAL

5/13/14 Restroom (Boys) Plumbing

Raineshaven El (2595) 3A check gas in kitchen 7/3/13 Plumbing

Raineshaven El (2595) 3A            back flow test. 7/8/13 Plumbing

Raineshaven El (2595) 3A gas smell on the serving 
line per Tonya Nelson 416-
3146

7/30/13 Plumbing



Raineshaven El (2595) 3A FCU IS LEAKING WATER 
IN RM-22(021).  
PLANT MGR-
NELSON/416.3146

8/2/13 Plumbing

Raineshaven El (2595) 3A J7 FCU leaking water per 
Tonya Nelson 416-8712

8/5/13 Plumbing

Raineshaven El (2595) 3A UNIT IN RM 23  IS 
LEAKING  SBE NELSON

8/5/13 Plumbing

Raineshaven El (2595) 3A serving line may need pilot 
lit, smells gas per Tonya 
Nelson 416-8712

8/22/13 Plumbing

Raineshaven El (2595) 3A 3 compartment sink is 
leaking water from faucet

9/12/13 Kitchen kitchen Plumbing

Raineshaven El (2595) 3A 3 compartment sink is 
leaking water

9/25/13 Kitchen Plumbing

Raineshaven El (2595) 3A AHU IS LEAKING WATER 
IN CAFE
PLANT MGR-
NELSON/416.3146

10/2/13 Plumbing

Raineshaven El (2595) 3A RTU IS LEAKING WATER 
IN MAIN OFFICE.
PLANT MGR-
NELSON/416.3146

10/16/13 Plumbing

Raineshaven El (2595) 3A CEILING PIPE IS 
LEAKING WATER IN  
LIBRARY
PLANT MGR-
NELSON/416.3146

11/22/13 Plumbing



Raineshaven El (2595) 3A No hot water in teacher's 
lounge or in lounge 
restroom

12/18/13 Teacher's lounge Plumbing

Raineshaven El (2595) 3A ROOF LEAKING and 
WATER is RUNNING 
DOWN THE VENT HOOD 
to the FLOOR in the 
KITCHEN per Ms. Nelson, 
Plant Mgr. 416.8712

2/4/14 Roof

Raineshaven El (2595) 3A roof leaking in libarary, 
Thank for your help in this 
matter

4/30/14 Roof

Raineshaven El (2595) 3A roof leaks when it rains 11/19/13 Library library Roof

Raineshaven El (2595) 3A UNIT COVER HAS BEEN 
TAKEN & ENTIRE INSIDE 
OF UNIT IS EXPOSE 
WEST-END BLDG
PLANT MGR-
NELSON/416.3146

6/9/14 Sheet Metal



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Grand Total

Raineswood Res Trng Ctr (8192) 3A 6 16 11 13 2 30 78
Grand Total 6 16 11 13 2 30 78



Location Request Description Submittal Date Area Description Area Number Craft
Raineswood Res Trng Ctr 
(8192) 3A

Demolish Bishop Otey 
buildings / clear property

4/14/14 Asbestos

Raineswood Res Trng Ctr 
(8192) 3A

rubber floor mats in 
breezeway need to be 
reattached to floor

4/17/14 Hallway/Corridor A- Building Breezeway 
area

Asbestos

Raineswood Res Trng Ctr 
(8192) 3A

abate 9x9 floor tile 4/24/14 Bishop Otey Property Asbestos

Raineswood Res Trng Ctr 
(8192) 3A

rubber mats on breezeway 
floor lifting up from floor 
area causing a tripping 
hazard for staff and 
students. This is the 3rd 
request for this problem.

10/29/13 Hallway/Corridor A-Building Breezeway Asbestos

Raineswood Res Trng Ctr 
(8192) 3A

Rubber mats attached to 
walkway floor are ripping 
badly causing a (tripping 
hazard) for students

7/22/13 1st Floor A and B Breezeway area Asbestos

Raineswood Res Trng Ctr 
(8192) 3A

rubber mats that were 
installed need to be 
reattached ,some of the 
flooring is lifting up

8/20/13 Hallway/Corridor A -Breezeway Asbestos

Raineswood Res Trng Ctr 
(8192) 3A

fence needs to be repaired 
large tree limb fell on 
fence area

4/28/14 Grounds Playground fence Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

door knob loose from 
frame also when key is 
inserted into lock key turns 
around and around

6/3/14 Administration Area A-building Main Office Carpentry



Raineswood Res Trng Ctr 
(8192) 3A

large tree fell on fence 
,fence need to be repaired

6/10/14 Grounds playground fence Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

need plexie glass to 
replaced glass window 
inside student bedroom ( 
Vivian Krotrim) would like 
this done for safety 
reasons)

6/10/14 Administration Area C -Building Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

(Vivian Krotrim School 
Admin.) request to have all 
student bedroom windows 
replaced with plexis glass 
for safety reasons.

6/11/14 Administration Area A-B-C Building Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

A  and  B  building 
breezeway windows 
around seal area need to 
be recaulked ,when it rains 
water gets into building on 
floor area making it 
(hazard for students) .

7/22/13 A and B Building 
Breezeway

Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

 C-building 102  wood door 
need to be secured and 
repaired wood is broken 

8/9/13 Classroom Building C Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

WINDOW BROKEN OUT 
IN C BLDG BREEZEWAY-
SECURITY & SAFETY 
ISSUE-SBE HARVEY 416-
4070 KLR

8/13/13 Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

(Dr. Toarmina 
Administration of 
Execeptional Children 
)request to have locks and 
crash bar installed on 
(4)exist doors through-out 
breezeway hallway. 
Location do not have a 

8/13/13 Hallway/Corridor Breezeway exits doors Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

door need to be repaired 
and reattached wood is 
split,door has already 
been taken down

8/14/13 Hallway/Corridor C-Building rm102 Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

exist door pass seating 
area ,door need to be 
shaved hard to close 

9/3/13 Annex  C-Building Carpentry



Raineswood Res Trng Ctr 
(8192) 3A

per shelia harvey 416-
4070 entry door leading 
into A Building and also 
the entry door leading into 
B building is not locking

2/4/14 Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

School Administration 
(Mrs.Kontrim Of 
Exceptional Children ) 
would like to have 
handrails installed on 
stairwell inside A&C 
Building for children safety 
going up and down steps.

2/10/14 Hallway/Corridor A and C Building Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

Door Knob need to be 
reattached ,screws are 
missing

2/10/14 Administration Area B- Building Plant Manger 
Office

Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

water comes inside 
building when it rain 
around window area onto 
floor making it (hazard for 
students and staff)

10/31/13 Hallway/Corridor breezeway Aand B Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

School Administration( 
Vivian Beth Kontrim) would 
like to have hand rails 
installed on side wall 
stairway area ,inside A  
and C Building for 
students safety going up 
and down stairway

10/15/13 1st Floor A and C Building Carpentry

Raineswood Res Trng Ctr 
(8192) 3A

A/C KITCHEN PANTRY 
AREA-NOT COMING ON-
PLANT MGR HARVEY 
416-1859 KLR

6/24/14 Electrical

Raineswood Res Trng Ctr 
(8192) 3A

A-Building loose wires 
hanging from the top of the 
building maybe cable 
wires ,I really can't tell

4/25/14 Grounds A-building outside top of 
building

Electrical

Raineswood Res Trng Ctr 
(8192) 3A

WINDOW UNITS NOT 
COMING ON IN BLDG-C 
(NO ID).
SBE-HARVEY/416-4070

7/1/13 Electrical

Raineswood Res Trng Ctr 
(8192) 3A

A/C IN ENTIRE C BLDG-
NOT COMING ON-SBE 
HARVEY 416-4070 KLR

8/13/13 Electrical



Raineswood Res Trng Ctr 
(8192) 3A

lights out on pole making it 
very dark an dangerous for 
staff and students request 
from (Administration Ms. 
Kontrim)

8/14/13 Parking Lot front Electrical

Raineswood Res Trng Ctr 
(8192) 3A

UNIT VENT - C BLDG - 
NOT COMING ON  - 
PM/HARVEY 416-4070

8/29/13 Electrical

Raineswood Res Trng Ctr 
(8192) 3A

lens cover screw stripped 
can't get cover off too 
change light bulbs. 
Restroom is partial dark

9/9/13 1st Floor boy's restroom across 
from PRIN.OFFICE

Electrical

Raineswood Res Trng Ctr 
(8192) 3A

UNIT NOT COMING ON  
THRU A-BLDG.
PLANT MGR-
HARVEY/416.4070

11/7/13 Electrical

Raineswood Res Trng Ctr 
(8192) 3A

need (3) boxes of bulbs 
796T12/CW/ES (972H) for 
entire building

12/10/13 Administration Area Entire Building Electrical

Raineswood Res Trng Ctr 
(8192) 3A

(2) lights out bad ballast, 
bulbs have already been 
changed

2/19/14 Administration Area A-Building sitting area Electrical

Raineswood Res Trng Ctr 
(8192) 3A

(2) lights out bad ballast , 
lights have already been 
changed

2/19/14 Administration Area A-building Hallway Electrical

Raineswood Res Trng Ctr 
(8192) 3A

Monthly - Filter-Rainswood 
Residential Trng Ctr - 
Refer to PM schedule 
details.

5/9/14 Heating/Ventilation /Air 
Conditioning

Raineswood Res Trng Ctr 
(8192) 3A

Monthly - Oil Lube & Belt-
Rainswood Res Ctr - Refer 
to PM schedule details.

5/23/14 Heating/Ventilation /Air 
Conditioning



Raineswood Res Trng Ctr 
(8192) 3A

A/C CAFE MGR'S OFC-
NOT COOLING-PLANT 
MGR HARVEY 416-1859 
KLR

6/24/14 Heating/Ventilation /Air 
Conditioning

Raineswood Res Trng Ctr 
(8192) 3A

Monthly - Oil Lube & Belt-
Rainswood Res Ctr - Refer 
to PM schedule details.

10/25/13 Heating/Ventilation /Air 
Conditioning

Raineswood Res Trng Ctr 
(8192) 3A

AHU-1 CAFE BLDG 
LAUNDRY RM-not cooling-
SBE HARVEY 416-4070 
KLR

8/19/13 Heating/Ventilation /Air 
Conditioning

Raineswood Res Trng Ctr 
(8192) 3A

Monthly - Filter-Rainswood 
Residential Trng Ctr - 
Refer to PM schedule 
details.

9/6/13 Heating/Ventilation /Air 
Conditioning

Raineswood Res Trng Ctr 
(8192) 3A

repair coil in cafe heating 
unit

10/9/13 Heating/Ventilation /Air 
Conditioning

Raineswood Res Trng Ctr 
(8192) 3A

BOILER C BLDG-NOT 
COMING ON-AFFECTS 
ENTIRE C BLDG-PLANT 
MGR HARVEY 416-4070 
KLR

12/12/13 Heating/Ventilation /Air 
Conditioning

Raineswood Res Trng Ctr 
(8192) 3A

Unit is NOT HEATING in 
the Plant Mgr's office per 
Shelia Harvey, Plant Mgr. 
416.4070

1/9/14 Heating/Ventilation /Air 
Conditioning

Raineswood Res Trng Ctr 
(8192) 3A

Monthly - Filter-Rainswood 
Residential Trng Ctr - 
Refer to PM schedule 
details.

1/10/14 Heating/Ventilation /Air 
Conditioning

Raineswood Res Trng Ctr 
(8192) 3A

Replace 2 RTU units for A 
building and B building 
Residential living area.

1/13/14 Heating/Ventilation /Air 
Conditioning



Raineswood Res Trng Ctr 
(8192) 3A

UNIT NOT HEATING IN A-
BLDG.
PLANT MGR-
HARVEY/416.2320

2/4/14 Heating/Ventilation /Air 
Conditioning

Raineswood Res Trng Ctr 
(8192) 3A

Yearly - Coil Cleaning - 
Raineswood Res Trng Ctr - 
Refer to PM schedule 
details.

2/26/14 Heating/Ventilation /Air 
Conditioning

Raineswood Res Trng Ctr 
(8192) 3A

ceiling need to be repaired 
from roof leak, paint 
peeling also

3/26/14 Administration Area A-Building (2) areas Painting

Raineswood Res Trng Ctr 
(8192) 3A

Please paint hand rails 
and brackets.

2/28/14 Painting

Raineswood Res Trng Ctr 
(8192) 3A

TOILET in RR is backing 
up located in Building "B" 
in the CAFETERIA per 
Shelia Harvey, Plant Mgr. 
416.4070

6/5/14 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

         back flow test 6/18/14 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

per ms harvey 416-4069 
spoon stuck in the 
garbage disposal

4/17/14 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

new stove at school 
location need to be 
installed and connected

4/23/14 Cafeteria kitchen-B building Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

Strong smell of natural gas 
coming from property next 
door.  

4/29/14 Plumbing



Raineswood Res Trng Ctr 
(8192) 3A

Teacher Office sink leaking 
water

5/6/14 Administration Area C-Building rm C-5 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

COMMODES  A BLDG & 
RM A10- WHEN FLUSH IT 
CONSTANTLY RUNNING - 
SBE/SCURLOCK - 416-
4720

7/9/13 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

NO Hot water in the Main 
Bldg. (A-Complex) per Ms. 
Scurlock at 416.4720.

7/10/13 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

Faucet in A-5 leaks 7/17/13 A-bldg Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

FLOOR DRAIN  BACKING 
UP IN THE LAUNDRY 
RM.SBE HAVERY 416-
4720

7/25/13 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

commode in kitchen is 
leaking, sewer drain in 
laundry room backing up 
per Shelia Harvey 416-
2300

8/13/13 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

flr drain is backing in 
LAUNDRY RM
PLANT MGR-
HARVEY/416.2320

8/13/13 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

bedroom A-building last 
room on left side of 
hallway pass office area 
,restroom shower not 
working properly when 
giving student baths 
shower knob slips down 
and starts on its on 

8/14/13 1st Floor A-Building Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

C-building left side of 
hallway up stairs 
Olie/Rene bathroom has 
no hot water

8/14/13 Classroom C-Building  bathroom Plumbing



Raineswood Res Trng Ctr 
(8192) 3A

SINK -C BLDG CORRY 
SANDERS RM - 
STOPPED UP & 
BACKING UP - 
PM/HARVEY 416-4070

8/29/13 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

restroom commode 
stopped up and over flows 
when flushed

9/9/13 Administration Area Main Office restroom Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

 restroom hand sink water 
very hard to shut off also 
bath tub faucet handle has 
a leak

9/10/13 1st Floor room A-5 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

restroom handsink faucet 
water won't cut off

9/25/13 1st Floor C-Building Rm C-7 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

hot water tank leaking 
water in kitchen/laundry 
area per Shelia Harvey 
416-4070

11/21/13 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

restroom handsink leaking 
water from under bottom

12/5/13 1st Floor A Building rm A-5 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

WATER HEATER C BLDG-
NOT COMING ON-NO 
HOT WATER TO C BLDG 
AT ALL-THEY NEED TO 
TAKE SHOWERS-PLANT 
MGR HARVEY 416-4070 
KLR

12/10/13 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

restroom need a new 
shower head

12/13/13 Administration Area A-Building rm A-4 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

restroom need a new 
shower head

12/13/13 Administration Area C-Building rm C-4 Plumbing



Raineswood Res Trng Ctr 
(8192) 3A

HOT WATER TANK C 
BLDG-NOT HEATING 
WATER TO BLDG-PLANT 
MGR HARVEY KLR

1/16/14 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

C BLDG HAS NO HOT 
WATER AT ALL-PLANT 
MGR HARVEY 416-2300 
KLR

1/22/14 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

Replace mop sink faucet 
in c bldg. mop room.

1/23/14 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

HOT WATER TANK is 
LEAKING in "C" 
BUILDING per Shelia 
Harvey, Plant Mgr. 
416.2300

1/31/14 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

Replace water heater 1/31/14 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

Assist with new water 
heater

2/12/14 Plumbing

Raineswood Res Trng Ctr 
(8192) 3A

restroom handsink faucet 
water won't cut completely 
off ,has a steady stream

2/13/14 Administration Area C-8   C building Plumbing



Count of Craft Craft
Location Carpentry Electrical HVAC Painting Plumbing Roof Grand Total

Ridgeway HS Annex 176-3B 6 36 17 1 18 3 81
Grand Total 6 36 17 1 18 3 81



Location Request Description Submittal Date Area Description Area Number Craft
Ridgeway HS Annex 176-
3B

 A BURNT HOLE ON FLR 
MAIN HALLWAY CAUSED 
BY LIGHT FIXTURE
PLANT MGR-
LONDON/416.1814

9/3/13 Carpentry

Ridgeway HS Annex 176-
3B

GLASS WINDOW DOOR 
IS BROKEN IN CAFE, 
CANT SECURE.
PLANT MGR-
LONDON/336.8920

11/5/13 Carpentry

Ridgeway HS Annex 176-
3B

Re-attach marker board to 
wall.(urgent)

3/31/14 1st Floor classroom #114 north wall Carpentry

Ridgeway HS Annex 176-
3B

Repair door handle & 
cover is coming off 
door.(urgent)

4/1/14 1st Floor classroom #124 door Carpentry

Ridgeway HS Annex 176-
3B

Repair door handle, lock & 
cover is coming away from 
door.(urgent)

4/1/14 1st Floor classroom #108 door Carpentry

Ridgeway HS Annex 176-
3B

Repair door lock,handle & 
cover is coming away from 
door (urgent)

4/1/14 1st Floor classroom #101 Carpentry

Ridgeway HS Annex 176-
3B

SCHOOL BELLS 
CONTINUES TO RING.
SBE-SMITH/416-8820

7/22/13 Electrical

Ridgeway HS Annex 176-
3B

Change bell schedule 8/2/13 Administration Area main office clock Electrical



Ridgeway HS Annex 176-
3B

Receptacle number 31 
keeps tripping after being 
reset.

8/20/13 Kitchen kitchen Electrical

Ridgeway HS Annex 176-
3B

LIGHT FIXTURE HAS 
CAME OFF CEILING ON 
MAIN HALLWAY 
OFFICE(TECH IS 
ALREADY ON SITE) 
PLANT MGR-
LONDON/416.1814

9/3/13 Electrical

Ridgeway HS Annex 176-
3B

Our principal, Dr. Stencil, 
is requesting to have the 
bell schedule adjusted at 
the annex before October 
1st.

9/23/13 Annex main office Electrical

Ridgeway HS Annex 176-
3B

Replace burn-out light 
ballast light will not come 
on.

10/1/13 Hallway/Corridor 2nd lever in front 
classroom 103

Electrical

Ridgeway HS Annex 176-
3B

Add #2 advisory/club 
schedule

10/1/13 Administration Area Bell Schedule Electrical

Ridgeway HS Annex 176-
3B

Repair outside parking lot 
lights.need bucket truck 
(urgent)

10/29/13 Parking Lot s.e entrance near loading 
dock

Electrical

Ridgeway HS Annex 176-
3B

Bells are not ringing on 
schedule doing difference 
times of the day.(urgent)

10/29/13 Administration Area main office master clock Electrical

Ridgeway HS Annex 176-
3B

Replace burn out lamp 
ballast lights will not come 
on.(urgent)

11/21/13 Administration Area Teachers work room #100 Electrical

Ridgeway HS Annex 176-
3B

Replace burn-out lamps 
and ballast.#13 lights are 
out need lift.(urgent)

1/10/14 1st Floor cafetorium lights Electrical



Ridgeway HS Annex 176-
3B

Replace\Repair burn-out 
light.need bucket 
truck.(urgent)

1/27/14 Parking Lot south campus above 
cafe;ent

Electrical

Ridgeway HS Annex 176-
3B

Replace\Repair burn-out 
light on pole need bucket 
truck(urgent)

1/27/14 Parking Lot south parking lot east ent; Electrical

Ridgeway HS Annex 176-
3B

We need 5 cases of 
flourescent lights for our 
annex building.

2/10/14 1st Floor annex Electrical

Ridgeway HS Annex 176-
3B

Fire alarm panel is in 
trouble due to batteries per 
Nichols Fire and Security.

2/18/14 Electrical

Ridgeway HS Annex 176-
3B

Replace burn-out light 
ballast light will not come 
on.

2/28/14 1st Floor classroom#108 inside door Electrical

Ridgeway HS Annex 176-
3B

Replace burn-out light 
ballast,(urgent)

3/18/14 Restroom (Girls) 1st floor next to cafe; Electrical

Ridgeway HS Annex 176-
3B

Replace burn out light 
ballast above door (urgent)

3/19/14 1st Floor classroom #110 east hall Electrical

Ridgeway HS Annex 176-
3B

Replace burn-out light 
ballast.

3/19/14 1st Floor classroom #110 east wall Electrical

Ridgeway HS Annex 176-
3B

Repair electrical 
receptacle for 
short.(urgent)

3/20/14 Kitchen east wall convection oven Electrical



Ridgeway HS Annex 176-
3B

Replace burn-out light 
ballast.

3/31/14 Classroom 1st floor room#126 nort 
ceiling

Electrical

Ridgeway HS Annex 176-
3B

Replace burn-out light 
ballast & emergency light 
battery.(urgent)

3/31/14 Classroom room #126 ent:ceiling Electrical

Ridgeway HS Annex 176-
3B

Replace burn-out ligth 
ballast.

3/31/14 1st Floor classroom #126 light 
ballast

Electrical

Ridgeway HS Annex 176-
3B

Replace burn-out light 
ballast.

3/31/14 Hallway/Corridor between classrooms 
101&103 

Electrical

Ridgeway HS Annex 176-
3B

Replace emergency light 
battery.(urgent)

3/31/14 Hallway/Corridor In front of room 136 Electrical

Ridgeway HS Annex 176-
3B

Replace burn-out light 
ballast & emergency 
battery.(urgent) 

3/31/14 Classroom 1st floor room #104 ent; Electrical

Ridgeway HS Annex 176-
3B

Replace burn-ouy light 
ballast.

3/31/14 1st Floor classroom # 114 ent; Electrical

Ridgeway HS Annex 176-
3B

Replace burn-out light 
ballast.`

3/31/14 1st Floor classroom #114 n.w 
section 

Electrical

Ridgeway HS Annex 176-
3B

In room 114 we have a 
light fixture in the ceiling 
with faulty ballast or wiring.

3/31/14 1st Floor 114 Electrical



Ridgeway HS Annex 176-
3B

On the ceiling in our main 
office we have two light 
fixtures in need of repair. 
One has a faulty ballast 
and the other has a lens 
cover with broken latches 
preventing safe removal of 
lens.

4/1/14 Administration Area main office Electrical

Ridgeway HS Annex 176-
3B

Located in the hallway with 
ramp, west of the main 
office, we have a ceiling 
light fixture with a faulty 
ballast.

4/1/14 Hallway/Corridor ramp west of main office Electrical

Ridgeway HS Annex 176-
3B

Need light lamp flr start 
32t8 #3 boxs.(urgent)

4/7/14 Annex light lamps Electrical

Ridgeway HS Annex 176-
3B

Replace lamps in the 
hallway that are too high 
for sbe to reach.

4/23/14 Electrical

Ridgeway HS Annex 176-
3B

Repair exit lights in the 
cafe.

4/23/14 Electrical

Ridgeway HS Annex 176-
3B

annual fire alarm 
inspection at Ridgeway 
High Annex (1775 
Ridgeway Rd.) noting a 
horn strobe in the serving 
line hanging by its wires

5/7/14 Electrical

Ridgeway HS Annex 176-
3B

POWER OUTAGE THRU 
BLDG
PLANT MGR-
SMITH/416.3050

6/11/14 Electrical

Ridgeway HS Annex 176-
3B

Monthly - Filter-Rideway 
Annex - Refer to PM 
schedule details.

7/5/13 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

A/C Not working rms 130, 
128, 103, 107, 106, 
Cafeteria area 001, 002, 
003
A/C working but not 
cooling rms 007, 092, 094
per Robert Smith 416-
1551

7/25/13 Heating/Ventilation /Air 
Conditioning



Ridgeway HS Annex 176-
3B

Room 130 and Room 107 
not cooling per London  
416-1814

8/26/13 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

room 124 not cooling per 
London 416-1814

9/4/13 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

UNIT NOT COOLING IN 
MAIN OFFICE.
PLANT MGR-
LONDON/416.1814

9/4/13 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

Monthly - Filter-Rideway 
Annex - Refer to PM 
schedule details.

11/8/13 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

BOILER NOT COMING 
ON-PLANT MGR SMITH 
416-8820 KLR

11/14/13 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

Monthly - Oil Lube & Belts - 
Ridgeway Annex - Refer to 
PM schedule details.

11/15/13 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

BOILER NOT COMING 
ON 
PRIN-JOHN/416.8820

12/4/13 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

room 124 unit not coming 
on per Mr. Smith 416-8840

12/9/13 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

per mr smith 416-8840 
room 122 blowing cold air

12/9/13 Heating/Ventilation /Air 
Conditioning



Ridgeway HS Annex 176-
3B

per Mr. Smith 416-1551 
rooms 105, 107, 122, main 
hallway and P/M office 
blowing cold air

1/10/14 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

3-UNITS NOT HEATING 
IN RM-103,105,107
PLANT MGR-
SMITH/416.8820

1/27/14 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

Monthly - Filter-Rideway 
Annex - Refer to PM 
schedule details.

3/7/14 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

UNIT NOT COOLING IN 
RM-108,110
PLANT MGR-
SMITH/416.8820

5/5/14 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

UNIT NOT COMING ON 
IN ART RM
PLANT MGR-
SMITH/416.8820

5/5/14 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

Monthly - Oil Lube & Belts - 
Ridgeway Annex - Refer to 
PM schedule details.

6/13/14 Heating/Ventilation /Air 
Conditioning

Ridgeway HS Annex 176-
3B

Paint walls and stalls 
remove writing.(urgent)

3/31/14 Hallway/Corridor boys restroom walls Painting

Ridgeway HS Annex 176-
3B

Repair commode water 
tank will not hold water.

7/23/13 main office restroom Plumbing

Ridgeway HS Annex 176-
3B

There is a leak dripping 
from the commode in the 
principals office. This leak 
was detected coming from 
the valve which feeds this 
unit.

8/22/13 Administration Area principal's office Plumbing



Ridgeway HS Annex 176-
3B

A/C RM 108-LEAKING-
PLANT MGR 416-8820 
KLR

8/26/13 Plumbing

Ridgeway HS Annex 176-
3B

Commode not flushing in 
the restroom of the 
teacher's lounge.

9/10/13 Annex lounge Plumbing

Ridgeway HS Annex 176-
3B

Please test RP devices on 
site.

9/16/13 Plumbing

Ridgeway HS Annex 176-
3B

Repair broken flush valve 
can't stop water from 
running flooding 
restroom.(urgent)

9/17/13 Custodial Closet 1st floor boilder room 
restroom

Plumbing

Ridgeway HS Annex 176-
3B

Flush sewer lines 9/26/13 Plumbing

Ridgeway HS Annex 176-
3B

Unstop sinks drain all 
sinks are stop-up water is 
runing into hall.(urgent)

9/30/13 Restroom (Girls) girls restroom hands sinks 
south wall

Plumbing

Ridgeway HS Annex 176-
3B

Water Cooler ID#176-046 
Drain Pipe is Leaking on 
floor.(urgent)

10/1/13 Cafetorium East Wall South Ent; Plumbing

Ridgeway HS Annex 176-
3B

Upon our inspection/clean 
up of our roof drains, we 
discovered that the 
protective strainer of one 
of our drains had come 
apart. This particular drain 
is also clogged up and will 
not allow any water to flow 

10/14/13 Annex annex/ roof Plumbing

Ridgeway HS Annex 176-
3B

per Mr. Smith 416-8850 all 
of the sinks in girls 
restroom stopped up

11/8/13 Plumbing



Ridgeway HS Annex 176-
3B

Repair leaking faucet hot 
water side.

1/10/14 Restroom (Girls) main floor next to cafeteria Plumbing

Ridgeway HS Annex 176-
3B

Unstop commode. will not 
flush.

2/28/14 Restroom (Boys) 1st floor handicap stall Plumbing

Ridgeway HS Annex 176-
3B

Un-stop commode.will not 
flush.

2/28/14 Custodial Closet 1st floor commode Plumbing

Ridgeway HS Annex 176-
3B

Repair hand sink hot water 
faucet is leaking.will not 
cut off (urgent)

3/18/14 Administration Area principal office work room Plumbing

Ridgeway HS Annex 176-
3B

Replace broken commode 
seat (urgent)

3/18/14 Custodial Closet boiler room restroom Plumbing

Ridgeway HS Annex 176-
3B

Unstop handicap 
commode.(urgent)

4/7/14 Restroom (Boys) handicap stall commode Plumbing

Ridgeway HS Annex 176-
3B

Replace broken commode 
seat.(urgent)

5/19/14 Administration Area Restroom main office 
commode

Plumbing

Ridgeway HS Annex 176-
3B

Upon our inspection/clean-
up of the roof drains of our 
annex building we 
discovered a tear/rip of 
about 11 or 12 inches in 
the roof tarp near one of 
the air conditioning units. 
This may possibly be a 

10/14/13 Annex annex/ roof Roof

Ridgeway HS Annex 176-
3B

Repair leaking 
roof.(urgent)

2/10/14 Administration Area 1st floor in front of main 
office

Roof



Ridgeway HS Annex 176-
3B

Repair leaking 
ceiling.(urgent)

2/10/14 Classroom 1st floor art room Roof



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Ridgeway Middle (2612) 3B 12 9 144 84 56 11 61 17 34 428
Grand Total 12 9 144 84 56 11 61 17 34 428



Location Request Description Submittal Date Area Description Area Number Craft
Ridgeway Middle (2612) 
3B

There is a need for the 
stage to be cleaned and 
refinished.

1/13/14 Auditorium Asbestos

Ridgeway Middle (2612) 
3B

There is a need for the  
floor tile in both coach's 
office between the locker 
rooms  and the tile along 
the hallway  to be 
replaced.

9/27/13 Gym Asbestos

Ridgeway Middle (2612) 
3B

There is a need for the 
Gym Floor to be cleaned 
and refinished.

10/9/13 Gym Asbestos

Ridgeway Middle (2612) 
3B

There is a need for the 
broken and cracked vinyl 
floor tile to be removed out 
of  custodial closet in 
W122J.

10/9/13 Custodial Closet W122J Asbestos

Ridgeway Middle (2612) 
3B

There is a need for the 
broken and cracked vinyl 
floor tile to be removed out 
of  custodial closet in 
N116J.

10/9/13 Custodial Closet N116J Asbestos

Ridgeway Middle (2612) 
3B

There is a need  for room 
W108/Office/Band room to 
be checked for Mildew and 
Mold...

8/2/13 W108/Band Room Asbestos

Ridgeway Middle (2612) 
3B

Mold in Room W106 per 
Mr Nunnally 416-1588

8/19/13 Asbestos

Ridgeway Middle (2612) 
3B

There is a need for the 
blinds in room N121 to be 
repaired on replaced 

9/15/13 Classroom N121 Asbestos



Ridgeway Middle (2612) 
3B

There is need for the 
blinds in room N124 to be 
repaired or replaced ...

9/15/13 Classroom N124 Asbestos

Ridgeway Middle (2612) 
3B

There is a need for the 
blinds in room N125 to be 
repaired or replaced ...

9/15/13 Classroom N125 Asbestos

Ridgeway Middle (2612) 
3B

There is a need for the 
blinds in room N130 to be 
repaired or replaced...

9/15/13 Classroom N130 Asbestos

Ridgeway Middle (2612) 
3B

There is a need for the 
blinds in room S124 to be 
repaired or replaced ...

9/15/13 Classroom S124 Asbestos

Ridgeway Middle (2612) 
3B

The two data drops in 
office N100E are not 
working and needs to be 
repaired..

10/31/13 N100E Cabling

Ridgeway Middle (2612) 
3B

There is a need for a data 
drop,phone and electric 
outlets installed in office 
N100H in the guidance 
office complex ...

8/19/13 N100h Cabling

Ridgeway Middle (2612) 
3B

Ridgeway Middle --WO 
377100 - The data drop 
122 in room s122 is not 
working properly 
..(Request Network 
Cabling Maintenance 
Repair).

8/21/13 Classroom S122 Cabling

Ridgeway Middle (2612) 
3B

There is a need for the 
data jack near marker 
board in room N121 to be 
repaired or replaced thats 
not working properly..

1/9/14 N121 Cabling

Ridgeway Middle (2612) 
3B

repair jacks in room s122 
and n121

4/7/14 Cabling



Ridgeway Middle (2612) 
3B

There is a need for data 
pole outlet  to be 
resecured,repaired and 
replace cover as well so 
wires not showing.

5/9/14 Cafeteria Near water fountain Cabling

Ridgeway Middle (2612) 
3B

The outlet to the bleachers 
where you plug the cord 
into needs to be repaired 
or replaced on the right 
side of the GYM... 

6/30/14 Gym Cabling

Ridgeway Middle (2612) 
3B

There is a need for the 
TV/Monitor above the staff 
mail boxes in the main 
office to be moved out into 
the main lobby.

9/26/13 Administration Area Cabling

Ridgeway Middle (2612) 
3B

There is a need for the 
TV/Monitor in the Main 
Office to be move out into 
the main lobby

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

9/25/13 Cabling

Ridgeway Middle (2612) 
3B

There is a need for a 4X6 
and 4x8 cork board to be 
installed in the cafe to post 
& display aftercare 
information and etc on the 
wall near the water 
fountains.

10/31/13 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
hardware to be repaired 
on the panic bar on access 
door leading to the staff 
parking lot.

11/5/13 Exit Doors Near Gym Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
molding around the 
practice door to W106A to 
be replaced.

11/7/13 W106A Carpentry

Ridgeway Middle (2612) 
3B

There is need for the 
molding around the door to 
the practice room W106b 
to be replaced.

11/7/13 Carpentry

Ridgeway Middle (2612) 
3B

There is need for the 
molding around the door to 
the practice room W106c 
to be replaced.

11/7/13 W106c Carpentry



Ridgeway Middle (2612) 
3B

The gym doors near the 
concession stands closer 
needs to be repaired, 
doors not closing properly.

11/12/13 Gym Carpentry

Ridgeway Middle (2612) 
3B

There is a need for two 
specialty cuts of ceiling tile 
to be replace in room 
S127 for the light fixture 
and sprinkler head. 

11/12/13 S127 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
handle on the door to the 
boys locker room to be 
replaced across from the 
custodial closet in the 
gym...

11/13/13 Gym Boys locker room Carpentry

Ridgeway Middle (2612) 
3B

There is a need for some 
door sweeps to be 
installed on the back exit 
doors of stage.

11/18/13 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for 2 
specialty cut ceiling tile for 
the dressing room on the 
back of stage 
area.(sprinkle head)

11/20/13 Carpentry

Ridgeway Middle (2612) 
3B

The door closer needs to 
be speed up on both sets 
of doors exiting the back of 
GYM near laundry room 
and weight room.(not 
closing properly)

11/22/13 Back of Gym Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
correct hardware and 
panic bars to be installed 
on the access door near 
gym coming from the staff 
parking lot.(So no one can 
unbar it).

11/24/13 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
broken seat in the 
Auditorium to be 
replaced.(Extra seat at 
school)

11/24/13 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a floor 
door stop to be installed 
outside room S114..

12/20/13 Classroom S114 Carpentry



Ridgeway Middle (2612) 
3B

There is a need for the 
Prin office door to be 
adjusted to stay open and 
not close on its on...

12/20/13 Administration Area Prin Office Carpentry

Ridgeway Middle (2612) 
3B

There is a need for several 
pieces of ceiling tiles to be 
replaced in the girls and 
boys locker room  and 
along the hall infront of the 
offices...

9/18/13 Girls and Boys Locker 
Room

Carpentry

Ridgeway Middle (2612) 
3B

The gym door on the far 
right is not unlocking 
properly and needs to be 
repaired or replaced.

9/22/13 Gym Carpentry

Ridgeway Middle (2612) 
3B

The handles to the 
auditorum doors on the 
right are hard to open up 
when entering.I have to 
twist and pull hard to open.

9/22/13 Auditorium Carpentry

Ridgeway Middle (2612) 
3B

The door knob fell off in 
room N124 and needs to 
be repaired or replaced ..

9/23/13 Classroom N124 Carpentry

Ridgeway Middle (2612) 
3B

The exit doors down from 
room S130 are extremely 
hard to open and close 
properly and needs to be 
repaired..

9/29/13 Hallway/Corridor Near room S130 Carpentry

Ridgeway Middle (2612) 
3B

The door closer on the far 
left of the front of Aud is 
not working properly door 
not closing..

9/30/13 Auditorium Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
missing handle on the 
closet/cabinet in room 
N121 to be replaced.

10/1/13 Classroom N121 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a box 
of plastic anchor's and 
screws for toilet tissue and 
paper towel holders.

10/2/13 Plant Mgr Office Carpentry



Ridgeway Middle (2612) 
3B

I need 2 or 3 masonry bits 
for  those screws and 
anchors
as well.

10/2/13 Carpentry

Ridgeway Middle (2612) 
3B

The door handle plate has 
two missing screws or the 
front and the rear of door 
and need to be replaced.

10/7/13 Classroom N128 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a door 
stop on the wall to be 
replaced outside room 
N221

10/10/13 Classroom N221 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a door 
stop on the wall to be 
replaced outside room 
N223

10/10/13 Classroom N223 Carpentry

Ridgeway Middle (2612) 
3B

The door handle to room 
N227 is extremely loose 
and needs to be repaired 
or replaced.

10/10/13 Classroom N227 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for door 
closer to be repaired or 
replaced the arm screw is 
missing and it keeps 
coming off N122.

9/12/13 Classroom N122 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for several 
pieces of ceiling tile that's 
stained to to be replaced 
in main lobby,around main 
office complex and outside 
the auditorium..

9/13/13 Main Entrance lLobby Carpentry

Ridgeway Middle (2612) 
3B

There several classrooms 
throughout the building 
ceiling tile that needs to be 
replaced .( 2 or 3 bundles) 

9/13/13 Classroom Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
door knob to classroom 
N106 that is extremely 
loose and need to be 
tighthen or replaced..

7/1/13 Classroom N106 Carpentry



Ridgeway Middle (2612) 
3B

There is a need for the  
loose door knob to 
classroom N106 to be 
repaired or replaced...

7/7/13 N106 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the  
loose door knob to 
classroom N122  to be 
repaired or replaced...

7/7/13 N106 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
loose door knob to room 
N123 to be repaired or 
replaced to this room...

7/7/13 N123 Carpentry

Ridgeway Middle (2612) 
3B

There is need for the 
unsecure door knob to be 
repaired or replaced to 
room N129...

7/7/13 N129 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for 
cylinder in the gym exit 
door thats coming out door 
next to the custodial closet 
W128J to be repaired or 
replaced...

8/25/13 Gym Exit Doors Carpentry

Ridgeway Middle (2612) 
3B

The middle exit door near 
cafe on the outside is not 
locking properly and needs 
to be repaired ....

8/28/13 1st Floor Near Cafe Carpentry

Ridgeway Middle (2612) 
3B

The  classroom door to 
room S225 is not closing 
and lock properly and 
needs to be repaired...

8/28/13 Classroom S225 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a 
picture to be secured to 
the wall in the main office 
complex..

8/30/13 Main Office Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the fire 
door closer to be 
resecured to the right 
stairwell door on the 1st 
floor near the elevator.

9/6/13 Stairwell Near Elevator Carpentry



Ridgeway Middle (2612) 
3B

There is a need for a 4 x 8 
cork board to be installed 
in the back left corner near 
the music classroom is set 
up on stage...

9/6/13 Auditorium classroom on stage Carpentry

Ridgeway Middle (2612) 
3B

There is a need for cut up 
curtains on the sides and 
back to be removed on the 
stage ....

9/10/13 Auditorium Carpentry

Ridgeway Middle (2612) 
3B

The classroom door to 
room N125 is extremely 
hard to open and close 
and needs to be repaired 
...

7/18/13 N125 Carpentry

Ridgeway Middle (2612) 
3B

The classroom door to 
room S221 is not closing 
and locking properly and 
needs to be repaired....

7/22/13 S221 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for signs 
thats go  up above a 8ft 
ladder around the main 
lobby to be secured with 
screws per the 
Prin/Williams...

7/22/13 Administration Area Front Entrance Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a 
corkboard to be installed in 
room S224..

7/23/13 S224 Carpentry

Ridgeway Middle (2612) 
3B

The  let down screen to 
the concession stand is 
not locking properly and 
needs to be repaired ...

7/30/13 Concession Stand Across from gym Carpentry

Ridgeway Middle (2612) 
3B

The door to the audio 
system & mics is not 
locking properly and needs 
to be repaired in the audio 
booth in the auditorium...

8/13/13 Auditorium Carpentry

Ridgeway Middle (2612) 
3B

The exit door near the 
plant mgr office is not 
closing and locking 
properly across from the 
lady's restroom...

8/13/13 Hallway/Corridor Near Plant Manager Office Carpentry



Ridgeway Middle (2612) 
3B

There is a need for a 
banner above the library to 
be removed ...(Need lift).

8/19/13 Library Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
handle on S227 to be 
repaired or replaced its 
extremely loose...

8/21/13 2nd Floor S227 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
loose  door handle to be 
repaired or replaced to 
room N222

8/21/13 2nd Floor N222 Carpentry

Ridgeway Middle (2612) 
3B

The door to room N229 is 
not closing and locking 
properly and needs to be 
repaired ....

8/21/13 2nd Floor Room N229 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
hardware to be repaired or 
replaced its extremely 
hard to unlock and lock the 
door to the PE storage 
closet in the gym area...

1/14/14 Gym Storage W128 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a 
couple of cans of WD40 
and graphite.

1/15/14 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
broken handle on the 
inside of the door to be 
replaced in Coach Office 
Door Room W128...

1/16/14 W128 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
saftey aisle handrails to be 
resecured on the 
bleachers in the 
Gym.(handrails are in the  
custodial closet in Gym)

1/22/14 Gym Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
hardware to repaired or 
replaced the on the boiler 
room door.Its extremely 
hard to unlock and lock 
from the outside and the 
inside.Also its looks like 
someone try to force the 

1/24/14 Boiler Room Door Carpentry



Ridgeway Middle (2612) 
3B

The hardware on the exit 
doors on the stage needs 
to be repaired or replaced 
its extremely hard to lock 
from the inside and 
outside...

1/24/14 Auditorium Carpentry

Ridgeway Middle (2612) 
3B

There is a need for  a floor 
door stop to be installed 
outside classroom S114.

1/27/14 S114 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
door closer to be repaired 
or replaced leading to the 
boiler room from the 
hallway...

1/27/14 Boiler Room Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a piece 
of ceiling to be  replaced 
thats a special cut around 
a sprinkler in the cafe 
lobby entrance

1/29/14 Carpentry

Ridgeway Middle (2612) 
3B

The door to room W124B 
is extremely hard to open 
and close needs to be 
repaired.

2/3/14 Auditorium W124b Carpentry

Ridgeway Middle (2612) 
3B

There is a need for 2 
bundles of ceiling tile to 
replace the stained ones in 
the classrooms and halls .. 

2/3/14 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for 
additional screws to be put 
in the lock keeper on the 
far right door in cafe lobby 
entrance  to keep from 
movingout of place...

2/5/14 Cafe Entrance Doors Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a 
ceiling dryer vent hose to 
be installed on the new 
washer and dryer in 
W100c.

2/7/14 Cafeteria W100C Carpentry

Ridgeway Middle (2612) 
3B

There is a need for 3 
masonry bits,screws,utility 
knife blades and some 
plastic anchors.

2/10/14 Carpentry



Ridgeway Middle (2612) 
3B

There is a need for a floor 
door stop to be installed 
outside room S114..

2/11/14 Classroom S114 Carpentry

Ridgeway Middle (2612) 
3B

CLOSER MAIN 
ENTRANCE DOOR-
BROKEN-NOT CLOSING 
WHEN PEOPLE GO OUT-
PLANT MGR NUNALLY 
416-1568 KLR

2/12/14 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a 
special cut of ceiling tile 
around a light fixture in 
room S127 that needs to 
be replaced.

2/12/14 Classroom S127 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a piece 
of wood/sheet metal  to 
cover a small hole under 
the middle science table in 
room S127..

2/12/14 Classroom S127 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
door stop on the wall to be 
replaced on room N115..

10/11/13 Classroom N115 Carpentry

Ridgeway Middle (2612) 
3B

The 3rd door from left on 
the front entrance of the 
building is not closing 
properly and needs to be 
speed up or repaired... 

9/26/13 Main Entrance Carpentry

Ridgeway Middle (2612) 
3B

There is a need for 4 piece 
of cracked floor tile to be 
replaced under the water 
fountains across from 
N218M

10/14/13 2nd Floor Across From N218M Carpentry

Ridgeway Middle (2612) 
3B

There is a need for wall 
door stop to be replaced 
outside room S222..

10/14/13 Classroom S222 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
wall door stop outside 
room S224 to be replaced.

10/15/13 Classroom S224 Carpentry



Ridgeway Middle (2612) 
3B

There is a need for the 
wall door stop outside 
room S226 to be replaced.

10/15/13 Classroom S226 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
wall door stop outside 
room N221 to be replaced.

10/15/13 Classroom N221 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
wall door stop outside 
room N223 to be replaced.

10/15/13 Classroom N223 Carpentry

Ridgeway Middle (2612) 
3B

There is the need for the 
fence that was around the 
generator that was taking 
down to repaired the 
busted water line to be put 
back up outside the boiler 
room.

1/2/14 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
hardware thats not 
working inside the mule 
exiting the gym on coach 
office side to be repaired 
or replaced.

1/9/14 Carpentry

Ridgeway Middle (2612) 
3B

There is a need to for the 
hardware on the left side 
of the Auditorium doors to 
be repaired or replaced.

1/9/14 Carpentry

Ridgeway Middle (2612) 
3B

There is need for  4 door 
sweepers to be installed 
outide the gym exit doors 
on the back of the building.

1/10/14 Gym Exit Doors Carpentry

Ridgeway Middle (2612) 
3B

There is a need for shower 
curtains to be installed on 
the 3 stalls  in the girls 
lockroom...

2/14/14 Gym Girls locker room Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a small 
cover or cage  to be 
intsalled around the light 
switch plate in the Gym. 

2/14/14 Gym Carpentry



Ridgeway Middle (2612) 
3B

There is a need for the 
front entrance middle door 
with the cylinder to be  
tighten or repaired.

2/18/14 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
right exit door to the 
outside in the stairwell 
across from the guidance 
office to be repaired will 
not open properly.

2/18/14 Stairway North Side Carpentry

Ridgeway Middle (2612) 
3B

NORTH ENTRANCE 
DOOR NEXT TO RM 
N129-CTR MULL IS 
DAMAGED, WON'T BE 
ABLE TO SECURE-
PLANT MGR NUNALLY 
416-1568 KLR

2/18/14 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
loose mule to be repaired 
on the doors exiting 
outside of the cafe area..

2/18/14 Cafeteria Exit Doors Carpentry

Ridgeway Middle (2612) 
3B

There is a need for hole  at 
the bottom of wall near the 
north storage closet to be 
repaired..

4/1/14 Auditorium Carpentry

Ridgeway Middle (2612) 
3B

There is a need for back 
exit doors from the gym to 
be adjusted to were they 
will close and lock after 
some goes out of them.

4/2/14 Gym Carpentry

Ridgeway Middle (2612) 
3B

The far right door near the 
concession stand started 
back not  unlocking 
properly and needs to be 
repaired or replaced to 
Auditorium.

4/7/14 Auditorium Carpentry

Ridgeway Middle (2612) 
3B

The 4th door to right from 
access door exiting in cafe 
lobby area is not closing 
and locking properly when 
you exit.

4/7/14 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a floor 
door stop to be installed 
outside classroom S114.

4/8/14 Classroom S114 Carpentry



Ridgeway Middle (2612) 
3B

There is a need for the 
door closer on the 3rd 
door from the left  to be 
repaired or replaced.

4/9/14 Administration Area Main Entrance Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
loose hardware to be 
tighten or replaced to the 
door to classroom N106.

4/10/14 Classroom N106 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for 
hardware to be replaced 
on the door to room W108 
Bandroom to be repaired 
or replaced.

4/15/14 Classroom W108 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a door 
stop to be replaced 
outside room S222.

4/15/14 Classroom S222 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
damage wood piece to be 
replaced around the exit 
doors in the back of the 
stage area.

4/16/14 Auditorium Near Exit Door Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the no 
parking bus sign to be 
resecured to the pole 
outside the cafe along the 
circle.

4/23/14 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
door handle hardware to 
be tighten or repaired to 
room N130.

4/28/14 Classroom N130 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
door hardware to be 
repaired on the far  left 
door to the gym not 
unlocking and locking 
properly.

4/28/14 Gym Far Left door Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
floor door stop to be 
replaced outside room 
S126.

5/6/14 Classroom S126 Carpentry



Ridgeway Middle (2612) 
3B

The 3rd door closer from 
the left in the cafe lobby 
exiting to the circle needs 
to be repaired or replaced 
its not closing and 
securing properly.

5/6/14 Cafeteria Carpentry

Ridgeway Middle (2612) 
3B

The door on the left to the 
gym in the hallway near 
staff parking lot hardware 
needs to be repaired not 
unlocking properly.

5/7/14 Gym Entrance door Carpentry

Ridgeway Middle (2612) 
3B

There is a need for 2 cans 
of kilz.

5/8/14 Plant Mgr Office Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
loose hardware to room 
N123 door to be tighten or 
replaced.

2/24/14 Classroom N123 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
loose cylinder on the door 
on the right across from 
W108 to auditorium to be 
tighten up.

2/24/14 Auditorium Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
loose cylinder to the 2nd 
door from the left heading 
out to the staff parking lot 
to be tighten up.(Near 
Gym).

2/24/14 Hallway/Corridor Carpentry

Ridgeway Middle (2612) 
3B

Its a need for the loose 
hardware in the door 
across from the custodial 
closet in gym to be 
repaired or replaced.

2/26/14 Gym Carpentry

Ridgeway Middle (2612) 
3B

The broken handle on the 
inside of the teacher 
lounge door needs to be 
repaired or replaced in 
room N119.

2/28/14 N119 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
door closer on the left to 
be repaired or replaced 
across from room W108 to 
Aud.

2/28/14 Auditorium Doors near W108 Carpentry



Ridgeway Middle (2612) 
3B

There is a need for the 
middle door cylinder thats 
loose to be tighten or 
repaired in lobby 
entrance... 

3/6/14 Exit Door Near Cafe Carpentry

Ridgeway Middle (2612) 
3B

The far right entrance door 
near the concession to 
Auditorium handware 
needs to be repaired door 
is not opening properly.

3/6/14 Auditorium Carpentry

Ridgeway Middle (2612) 
3B

The second door from the 
right hardware needs to be 
repaired will not unlock 
properly.

3/6/14 Hallway/Corridor Across From W104 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
hardware on the door 
closer to be repaired or 
replaced on the third door 
from the left from the staff 
parking lot...

3/7/14 Gym Exit Doors Carpentry

Ridgeway Middle (2612) 
3B

There is a need for floor 
metal door stops to be 
installed on the outside of 
north exit doors to prevent 
doors from damaging the 
closers.

3/7/14 North Exit Doors Carpentry

Ridgeway Middle (2612) 
3B

There is a need for floor 
metal door stops to be 
installed on the outside of 
south  exit doors to 
prevent doors from 
damaging the closers.

3/7/14 South Exit doors Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the two 
Ladys/Men's restrooms 
across from W116 to fixed 
to be able secure from 
students entering them.

3/7/14 Across from W116 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
loose and hanging (no 
stopping/no left) sign 
outside the main entrance 
to be resecured to the 
pole. 

3/8/14 Grounds Main Entrance Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a metal 
door floor stop to be 
installed on the outside of 
the exit doors leading to 
the staff parking lot to help 
prevent damaging the door 
closers and etc.

3/8/14 Gym Carpentry



Ridgeway Middle (2612) 
3B

There is a need for 
additional screws to be put 
in the  strike plate on all of 
the exit doors leading to 
staff parking lot near gym 
area to prevent from 
coming loose.

3/17/14 Across from Gym Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a 
additional screw to be 
installed in the strike plate 
to prevent from moving or 
coming loose on the back 
doors to the gym.

3/17/14 Gym Back Exit Doors Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
inside second door from 
the left door closer and 
hinge to be repaired on the 
lobby doors in the main 
entrance.

3/19/14 Administration Area Main Entrance Carpentry

Ridgeway Middle (2612) 
3B

There is a need for right 
side door closer  heading 
outside to be repaired or 
replaced in room W108.

3/27/14 W108 Carpentry

Ridgeway Middle (2612) 
3B

The door to room S124 is 
not closing and opening 
properly and needs to be 
repaired..

3/31/14 Classroom S124 Carpentry

Ridgeway Middle (2612) 
3B

GYM EXIT NORTH DOOR 
CAN'T SECURE BY 
PARKING LOT
PLANT MGR-
NUNNALLY/834.2440

4/1/14 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
door closer on the door to 
room N223 to be repaired 
or replaced.

5/15/14 Classroom N223 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
bracket to the exit doors to 
be resecured to frame on 
doors exiting back of the 
gym on the right.

5/20/14 Gym Lobby Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
cylinder to room W108 to 
be repaired or replaced.

5/22/14 W108 Carpentry



Ridgeway Middle (2612) 
3B

There is a need for the 
loose hardware on the 
door to be repaired or 
replaced to room S226.

5/29/14 Classroom S226 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
hardware on the door to 
the right entering the 
hallway to be repaired or 
replaced.

5/30/14 2nd Floor Near N218J Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a 1 
piece of white floor tile to 
be replaced in the far left 
corner of the classroom.

6/4/14 Classroom N227 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
leaking door closer on the 
main office door to be 
repaired or replaced.

6/4/14 Administration Area Main office door Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
loose middle hinge to be 
repaired or replaced to the 
right side of the gym door.

6/9/14 Gym across from Library Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
hardware thats not 
working properly on  the 
stairwell door across from 
room S129 to be repaired 
or replaced.

6/11/14 Near S229 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
second main entrance 
door from the left 
hardware to be repaired or 
replaced will not bar down.

6/13/14 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for a 
special cut ceiling tile for 
the sprinkler in room 
S226..

10/16/13 Classroom S226 Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
hardware on the door to 
classroom N123 to be 
repaired or replaced.

6/17/14 Classroom N123 Carpentry



Ridgeway Middle (2612) 
3B

There is a need for the 
hardware in door to be 
repaired or replaced its not 
locking bothsides of the 
door correctly.

6/17/14 Boiler Exit Door Carpentry

Ridgeway Middle (2612) 
3B

The second cylinder in the 
door on the outside of the 
cafe lobby entrance from 
the right is extremely loose 
and needs to be repaired 
or replaced.

6/26/14 Cafe Lobby Exit Carpentry

Ridgeway Middle (2612) 
3B

There is a need for display 
thats along the wall that's 
above a 10ft ladder to be 
secured by screws to the 
walls in the main lobby ....

9/25/13 Hallway/Corridor Main Lobby Carpentry

Ridgeway Middle (2612) 
3B

There is a need for the 
broken bracket to the flag 
in the main lobby to 
replaced and the flag hung 
thats above a 8ft ladder ..

9/25/13 Main Lobby Carpentry

Ridgeway Middle (2612) 
3B

HAS A COMPLETE 
POWER OUTAGE-PLANT 
MGR WATKINS 416-1588 
KLR

10/21/13 Electrical

Ridgeway Middle (2612) 
3B

AFTER POWER OUTAGE 
LAST WEEK, IN RM 221, 
A HUMMING NOISE IN 
THE CEILING-DON'T 
KNOW WHAT OR 
WHERE IT IS-PLANT 
MGR NUNALLY 416-1588 
KLR

10/30/13 Electrical

Ridgeway Middle (2612) 
3B

There is a need for 3 
blown ballast in practice 
room W108L to be 
repaired...

11/11/13 Electrical

Ridgeway Middle (2612) 
3B

The exhaust fan # 254-089 
is not working in restroom 
in room N219

11/11/13 N219 Electrical

Ridgeway Middle (2612) 
3B

The exhaust fan #254-109 
in not working in restroom 
in inside  S119 and needs 
to be repaired.

11/11/13 S119 Electrical



Ridgeway Middle (2612) 
3B

The exhaust fan # 254-110 
is not working in restroom 
inside room S119...

11/11/13 Electrical

Ridgeway Middle (2612) 
3B

There is a need for 3 box 
of T8-32 watt bulbs.

11/12/13 Boiler Room Electrical

Ridgeway Middle (2612) 
3B

There is a need for (5) 
light covers to be installed 
over the lights in the 
practice rooms in W106.

11/12/13 Electrical

Ridgeway Middle (2612) 
3B

There is a need for (4) 
light covers to be installed 
over the lights in the 
practice rooms in W108.

11/12/13 W108 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
light fixture to be repaired 
or replaced near the exit 
door heading towards 
room W108.

11/12/13 Auditorium Exit Near W108 Electrical

Ridgeway Middle (2612) 
3B

There is a need for 2 
broken bulbs base  inside  
fixture to be removed in 
room S127

11/12/13 S127 Electrical

Ridgeway Middle (2612) 
3B

There is a need for 2 bulb 
holders to be replaced on 
the special light fixtures in 
gym lobby...

11/18/13 Outside Gym Area Electrical

Ridgeway Middle (2612) 
3B

The loose floor electric 
outlet needs to be repaired 
or replaced underneath 
the 1st prep table in the 
kitchen area.

11/18/13 Cafeteria Under 1st Table Electrical

Ridgeway Middle (2612) 
3B

There is a need for (7) 
blown spot lights in the 
auditoruim to be replaced.

11/20/13 Electrical



Ridgeway Middle (2612) 
3B

The second light fixture on 
the outside  under the 
canopy near the ticket 
booth will not take a bulb 
and needs to be repaired 
or replaced.

11/22/13 Electrical

Ridgeway Middle (2612) 
3B

There is a need for 3 
boxes of lamps #46807 for 
classrooms and hallways.

12/3/13 Elevator Closet Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
hanging clock in the gym 
lobby to be repaired or 
replaced.

12/5/13 Electrical

Ridgeway Middle (2612) 
3B

The clock not working 
outside room W108 needs 
to be repaired or replaced.

12/7/13 Electrical

Ridgeway Middle (2612) 
3B

Repair wiring going to 
generator.

12/10/13 Electrical

Ridgeway Middle (2612) 
3B

The light fixture right 
outside exit door gym near 
the laundry room is not 
coming on and needs to 
be repaired or replaced.

9/18/13 Gym Near laundry room Electrical

Ridgeway Middle (2612) 
3B

I need 5 sylvania E17 
metalarc pro-tech 
bulb/lamp to replace blown 
lights on outside porches...

9/18/13 Boiler Room Electrical

Ridgeway Middle (2612) 
3B

There two lights in the 
back of the room on the 
left that want come 
on.(new bulbs are in)

9/22/13 Classroom S225 Electrical

Ridgeway Middle (2612) 
3B

There are two bulbs/lights 
in the front of the room 
that want come on.(new 
bulbs in)

9/22/13 Classroom S228 Electrical



Ridgeway Middle (2612) 
3B

I need (5) Sylvania 
FT400L 40 watt bulbs to 
replace the blown ones..

10/1/13 Electrical

Ridgeway Middle (2612) 
3B

There is a need for 4 box 
of T8/32 watts bulbs

10/2/13 Plant Mgr Office Electrical

Ridgeway Middle (2612) 
3B

The boysrestroom on the 
1st floor across from 
guidance complex has a 
blown ballast that needs to 
be repaired or replaced.

10/7/13 1st Floor Boysrestroom Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
magnet on the fire door to 
be repaired or replaced on 
the right door leading 
upstairs across from 
guidance complex.

10/10/13 Stairway Across from Guidance Electrical

Ridgeway Middle (2612) 
3B

The outlet in N116J 
custodial closest is not 
working and needs to be 
repaired or replaced...

10/10/13 Custodial Closet N116J Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
clock thats coming apart or  
hanging to be secured 
more tightly outside  the 
main office complex and 
guidance ....

8/26/13 Administration Area Electrical

Ridgeway Middle (2612) 
3B

There are 5 garbage 
disposal that are not 
working and  needs to be 
repaired in S108 Tenn 
Living room ...

9/6/13 Classroom S108 Electrical

Ridgeway Middle (2612) 
3B

I 5 box of #46807 lamps 
for the classrooms light 
replacements

9/8/13 Classroom Electrical

Ridgeway Middle (2612) 
3B

The blown ballast thats 
over the teacher desk 
needs to be repaired or 
replaced in room S122.

9/9/13 Classroom S122 Electrical



Ridgeway Middle (2612) 
3B

There is a need for two 
blown ballast/fixture 
outside the gym area that 
needs to be replaced... 

9/10/13 Gym Outside Gym Electrical

Ridgeway Middle (2612) 
3B

I need (144) #46807 
lamp,flr,rapid 
start30/bx..32 for the 
classrooms...

7/22/13 Electrical

Ridgeway Middle (2612) 
3B

There is a need for timer 
that control all the outside 
lights to be reset ...

8/6/13 Around the entire building Electrical

Ridgeway Middle (2612) 
3B

There is a need for 8 
blown lights to be replaced 
in the main entrance of the 
building that takes a lift to 
repair.

8/7/13 Main Entrance Electrical

Ridgeway Middle (2612) 
3B

There is a need for 4 
blown lights to be replaced 
infront of the auditorium  in 
the hallway that takes a lift 
to repair...

8/7/13 Auditorium Electrical

Ridgeway Middle (2612) 
3B

There are 3 blown lights 
on the poles on the front 
entrance of the building 
that needs to be replaced 
that takes a bucket truck to 
repair...

8/7/13 Parking Lot Electrical

Ridgeway Middle (2612) 
3B

There is a need for blown 
lights in both stairwells to 
be replaced thats above 
8ft ladder ....

8/8/13 Electrical

Ridgeway Middle (2612) 
3B

There are several blown 
lights in the auditorim that 
needs to be replaced ...

8/12/13 Auditorium Electrical

Ridgeway Middle (2612) 
3B

There is a need for the  
flag wire to be replaced on 
the front entrance of the 
building ....

8/13/13 Electrical



Ridgeway Middle (2612) 
3B

There are 4 blown outside 
pole  lights on the staff 
parking lot that needs to 
be replaced that takes a 
bucket truck....

8/23/13 Parking Lot Staff Side Electrical

Ridgeway Middle (2612) 
3B

There is a need for three 
blown lights on front 
entrance on the staff 
parking side to be 
replaced with the bucket 
truck..

1/17/14 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
blinking light outside the 
guidance office complex  
against the wall above a 
8ft ladder to be replaced.

1/22/14 Outside Guidance Office Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
electrical outlets that are 
not working properly in the 
science lab to be repaired 
or replaced.

1/27/14 N127 Electrical

Ridgeway Middle (2612) 
3B

HEATER IN THE RM 
W120M SPRINKLER RM - 
IS NOT COMING ON - 
PM/NUNNALLY 416-1568 

1/29/14 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the old 
fixtures for the large bulbs 
to be replaced with the 
new T8 fixtures in all of the 
trophy cases in the GYM 
Lobby.

2/4/14 Hallway/Corridor Trophy Cases Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
missing magetic closer to 
be replaced on the 
stairwell doors near room 
S130...

2/12/14 Stairway South 1st floor Electrical

Ridgeway Middle (2612) 
3B

There is a broke prong 
stuck in the first outlet to 
the left and needs to be 
removed in S226....

10/14/13 Classroom S226 Electrical

Ridgeway Middle (2612) 
3B

There is a need for 12 
Sylvania 100W MetalArc 
M90 bulbs ...

1/6/14 Electrical



Ridgeway Middle (2612) 
3B

There is a need for 12 
Metal Sylvania 32w/Dalux 
bulbs for the hallways and 
etc...

1/6/14 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
magnetic door holder on 
the stairwell door near 
elevator to be repaired its 
not holding the door.

1/9/14 Stairway Southside 1st floor Electrical

Ridgeway Middle (2612) 
3B

The electric magnet on the 
exit door down from room 
N104n needs tobe  
repaired or replaced.

2/18/14 Hallway/Corridor Electrical

Ridgeway Middle (2612) 
3B

There is a need for scroll 
light to be resecured to the 
wall outside the coach 
office in gym area.

4/1/14 Gym Electrical

Ridgeway Middle (2612) 
3B

MASTER CLOCK - (1) 
HOUR OFF THE 
CORRECT TIME - NEED 
TO CHANGE CLASSES - 
PM/NUNNALLY 416-1588

4/7/14 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
outside  blown light above 
the chillers to be replaced 
with the bucket truck.

4/14/14 Grounds Above Chiller's Electrical

Ridgeway Middle (2612) 
3B

There is a need for several 
lights to be replaced in 
room W106 thats above a 
8ft ladder.

4/14/14 Classroom W106 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
outlet behind the hotbox in 
the kitchen to be repaired 
or replaced thats not 
working.

4/22/14 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
computer outlet to be 
replaced in S224.

5/7/14 Classroom S224 Electrical



Ridgeway Middle (2612) 
3B

There is a need for 4 
boxes of T8 bulbs for the 
classrooms and hallways.

5/8/14 Electrical

Ridgeway Middle (2612) 
3B

The electric magnet on the 
doors across from the cafe 
are not working properly 
and needs to be repaired.

2/20/14 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
electric magnet on the 
stairwell doors on the 2nd 
floor south side to be 
repaired not holding 
properly..

2/20/14 Stairway 2nd Floor Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
blown ballast in the closet 
inside room N222 to be 
repaired or replaced.

2/24/14 N222 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
loose electric magnets to 
be repaired or replaced on 
the exit doors near W104.

2/26/14 Across from W104 Electrical

Ridgeway Middle (2612) 
3B

Replace parking lot 
lighting with LED fixtures.

2/27/14 Electrical

Ridgeway Middle (2612) 
3B

There is a need for 3 
blown lights outside the 
main entrance doors that 
the bucket truck is needed 
to replace them.

3/5/14 Main Entrance Electrical

Ridgeway Middle (2612) 
3B

There is a need for 6 Metal 
Sylvania 32watt Dulux 
bulbs.

3/17/14 Hallway/Corridor Electrical

Ridgeway Middle (2612) 
3B

There is a need for 2 100 
Metalarc M90 bulbs to 
replaced underneath the 
cafe  canopy entrance..

3/17/14 Electrical



Ridgeway Middle (2612) 
3B

PULL STATION NEEDS 
TO BE REPLACE BY 
BOILER RM, CANT LOCK 
IT
PLANT MGR-
NUNNALLY/842.2440

3/18/14 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
blown ballast infront of the 
wash sink in the boys 
locker room to be repaired 
or replaced.

3/21/14 Gym Boyslocker room Electrical

Ridgeway Middle (2612) 
3B

There is a need for 3 
broken light bulbs to be 
removed out of fixture in 
room N127...

3/26/14 N127 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
electric magnet to be 
resecured to the stairwell 
door across from 
N216J.(Magnet in Plant 
Mgr mail box).

5/15/14 Stairway Near N216J Electrical

Ridgeway Middle (2612) 
3B

There is a need for 2 lights 
along both sides of the 
Auditorium lights blown 
that can be reach by a 10ft 
ladder that needs  to be 
replaced.

5/20/14 Auditorium Electrical

Ridgeway Middle (2612) 
3B

There is a need for blown 
ballast down from the TV 
in the cafe to be repaired 
or replaced.

5/28/14 Cafetorium Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
blown ballast in room 
S227 to be repaired or 
replaced ...

5/28/14 Classroom S227 Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
blown ballast in the 
custidial closet near the 
Auditorium to be repaired 
or replaced.

5/28/14 Electrical

Ridgeway Middle (2612) 
3B

Please replace blown 
bulbs and lamps that are 
out  before AAU Classic in 
late June. 

5/29/14 Electrical



Ridgeway Middle (2612) 
3B

BALLAST NOT COMING 
ON IN ELEVATOR-PLANT 
MGR NUNALLY 416-1588 
KLR

10/15/13 Electrical

Ridgeway Middle (2612) 
3B

There is a need for 6 Metal 
Sylvania 32watt Dulux 
bulbs

6/17/14 Hallway/Corridor Electrical

Ridgeway Middle (2612) 
3B

There is a need for 3 
boxes of T8 bulbs for the 
classrooms and offices.

6/17/14 Classroom Electrical

Ridgeway Middle (2612) 
3B

LIGHTS NORTH HALL 
2ND FLR & 1ST FLR 
AREA-NOT COMING ON 
IN HALLWAY AND 
CLASSRMS-BREAKER 
FINE-PLANT MGR 
NUNALLY 416-1588 KLR

6/19/14 Electrical

Ridgeway Middle (2612) 
3B

The breaker #43,#45 and 
#47 keeps tripping and 
needs to be reapaired or 
replaced.

6/19/14 N218M Electrical

Ridgeway Middle (2612) 
3B

There is a need for the 
2nd light fixture heading 
towards the back exit 
doors on the right to be 
repaired or replaced bulb 
keeps blown quick.

6/26/14 Auditorium Electrical

Ridgeway Middle (2612) 
3B

There is a need 2 blown 
lights on the stage near 
the exit doors thats needs 
to be replaced.

6/26/14 Auditorium Electrical

Ridgeway Middle (2612) 
3B

Monthly - Oil Lube & Belt-
Ridgeway Middle - Refer 
to PM schedule details.

10/29/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

CONDENSER UNIT NOT 
HEATING IN MAIN 
OFFICE
PLANT MGR-
NUNNALLY/8342440

11/13/13 Heating/Ventilation /Air 
Conditioning



Ridgeway Middle (2612) 
3B

Monthly - Filter-Ridgeway 
Middle - Refer to PM 
schedule details.

11/15/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

Ahu #6 & Ahu #7 tripped 
on freeze stat 

11/20/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

A/C-HEAT LIBRARY-NOT 
COOLING-THEY ARE 
HAVING A FUNCTION 
TODAY IN AREA-PLANT 
MGR NUNNALLY 416-
1588 KLR

11/22/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

boiler in alarm 12/9/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

Air Handler Units #1, #2, 
#5, #6, and #12 are NOT 
COMING per Mr. Watkins, 
Plant Mgr. 416.1588

12/9/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

UV NOT HEATING IN RM-
N115
PLANT MGR-
NUNNALLY/834.2440

12/17/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

CHILLER NOT COOLING.
PLANT MGR-
NUNNALLY/834.2440

9/18/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

entire school is not cooling 
per Kevin Nunnally 416-
1588

9/19/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

LIBRARY NOT COOLING
PLANT MGR-
NUNNALLY/834.2440

10/2/13 Heating/Ventilation /Air 
Conditioning



Ridgeway Middle (2612) 
3B

Entire building not cooling 
per Kevin Nunnally 416-
1588

9/11/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

clean chillers 7/3/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

S102 Assist Principal's 
office is not cooling per Mr. 
Nunnally 416-1588

8/29/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

AHU - MAIN OFC & CAFE 
COOKING AREA- 
BLOWING NOT 
COOLING - 
PM/NUNNALLY 416-1568

9/3/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

Chiller down per Kevin 
Nunnally 416-1588

9/3/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

CHILLER - 254-009 NOT 
COMING ON - 
PM/NUNNALLY 416-1568

9/4/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

Per Kevin Nunnally 416-
1588 there is no a/c in 
entire building very muggy

9/9/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

Monthly - Filter-Ridgeway 
Middle - Refer to PM 
schedule details.

7/12/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

2-UNITS NOT COOLING 
IN RM-S114, S115 (NO 
ID).
SBE-NUNNALLY/416-
1588

7/15/13 Heating/Ventilation /Air 
Conditioning



Ridgeway Middle (2612) 
3B

CHILLER NOT COOLING 
(008).
SBE-NUNNALLY/416-
7200

7/16/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

UNITS ARE NOT 
COOLING IN RMS 
W104,W106,W108. SBE 
NUNNALLY 416-1588

7/17/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

UNITS ARE NOT 
COOLING IN RMS 
N230,N127,N129,N125,N1
23,N124,N121. SBE 
NUNNALY 416-1588

7/18/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

Rooms S321, S226, S225, 
S227 a/c not working
N127 blowing but not cold
per Kevin Nunnally 416-
1568

7/22/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

UV NOT COOLING IN 
LIBRARY.
PLANT MGR-
NUNNALLY/416-1688

7/29/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

Repair chiller #1 7/29/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

AHU NOT COOLING IN 
KITCHEN .
PLANT MGR-
NUNNALLY/416.1568

8/1/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

AHU THAT CONTROLS 
THE 8TH GRADE HALL IS 
NOT COOLING. SBE 
NUNNALLY 416-1568

8/5/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

(2) AIR COOLED 
CHILLERS OUTSIDE 
BOILER RM-BOTH NOT 
COOLING-SBE NUNALLY 
416-1588 KLR

8/8/13 Heating/Ventilation /Air 
Conditioning



Ridgeway Middle (2612) 
3B

Rooms 104 and 106 a/c 
not cooling per mr 
nunnally 416-1588

8/19/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

A/C MDF CLOSET 
#W102M-NOT COOLING-
SBE NUNALLY 416-1588 
KLR

8/20/13 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

HEAT AUDITORIUM-
TEMP OVER 80 & RM 112-
TEMP 77-BOTH ARE 
OVERHEATING-PLANT 
MGR NUNALLY 416-1568 
KLR

1/28/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

UNIT is LEAKING in the 
CEILING in ROOM N115 
per Kevin Nunnally, Plant 
Mgr. 416.1568

2/4/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

per nunnally 416-1568 
principal's office is 
extremely hot

4/4/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

per mr nunnally 416-1588 
the principal's office and 
guidance office is not 
cooling

4/11/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

AHU - GUIDANCE OFC - 
BLOWING NOT COOLING 
- PM/NUNNALLY 416-
1588

4/21/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

UNIT NOT COOLING IN 
MAIN OFFICE RM-S116
PLANT MGR-
NUNNALLY/416.7200

4/21/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

UNIT NOT COOLING IN 
RM-S102 
PLANT MGR-
NUNNALLY/834.2440

4/23/14 Heating/Ventilation /Air 
Conditioning



Ridgeway Middle (2612) 
3B

A/C NURSE'S STATION-
NOT COOLING-PLANT 
MGR NUNALLY 416-1588 
KLR

4/24/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

A/C SBE'S OFC-NOT 
COOLING-PLANT MGR 
NUNALLY 416-1588 KLR

5/7/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

per nunnally 416-1588 
rooms S223, S225, S226 
not cooling

5/8/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

CHILLER NOT COMING 
ON .
PLANT MGR-
NUNNALLY/834.2440

2/19/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

There is a need for 
breaker 19 and 20 to be 
repaired or replaced it 
keeps tripping(Boys 
exhaust fans and Cond 
Unit)

2/24/14 N218M Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

Monthly - RIDGEWAY MID 
LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

3/4/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

per nunnally 416-1568 
room N115 blowing cold

3/7/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

Monthly - Filter-Ridgeway 
Middle - Refer to PM 
schedule details.

3/14/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

AHU - RM N15 - NOT 
HEATING - BLOWING 
COLD AIR - 
PM/NUNNALLY 416-1568

3/18/14 Heating/Ventilation /Air 
Conditioning



Ridgeway Middle (2612) 
3B

per nunnally 416-1568 
room S112 is overheating

3/19/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

UNIT NOT COOLING IN 
PRIN OFFICE.
PLANT MGR-/834.2440

3/19/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

CHILLER NOT COOLING
PLANT MGR-
NUNNALLY/416.1588

5/9/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

CHILLER NOT COOLING
PLANT MGR-
NUNNALLY/834.2440

5/19/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

CHILLER MECH RM-NOT 
COOLING-PLANT MGR 
NUNALLY 416-1588 KLR

6/2/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

Monthly - Oil Lube & Belt-
Ridgeway Middle - Refer 
to PM schedule details.

6/3/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

CHILLER-1 & CHILLER-2-
BOTH NOT COOLING-
AFFECTS ENTIRE BLDG-
PLANT MGR NUNALLY 
416-1588 KLR

6/5/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

CHILLER - NOT 
COOLING- 
PM/LONGMEIR 416-2909

6/23/14 Heating/Ventilation /Air 
Conditioning

Ridgeway Middle (2612) 
3B

A/C UNIT IN PRIN OFC - 
BLOWING NOT 
COOLING - 
PM/NUNNALLY 416-1588

6/23/14 Heating/Ventilation /Air 
Conditioning



Ridgeway Middle (2612) 
3B

There is a need for the 
Marquee sign and the 
concrete benches on the 
front of the school to be  
painted ...

7/10/13 Front Entrance Painting

Ridgeway Middle (2612) 
3B

There is a need for areas 
around the front entrance 
along the walls of the 
auditorium to be painted ...

8/25/13 Auditorium Front Entrance Painting

Ridgeway Middle (2612) 
3B

There is a need for the 
vistors,prin's,fin sec 
spaces & the parking & fire  
lines around the building to 
be repainted  

7/8/13 Painting

Ridgeway Middle (2612) 
3B

There is a need for the 
whole/creacked  in the wall 
at the bottom of the wall 
outside W124A in the 
Auditorium to be 
repaired...

12/22/13 W124A Storage Painting

Ridgeway Middle (2612) 
3B

There is a need for the 
boys and girls locker room 
to be painted..

2/19/14 Gym Girls / Boys Painting

Ridgeway Middle (2612) 
3B

There is a request from 
the  Prin/Williams for the 
Gym area walls to be 
painted.(Blue) 

4/1/14 Gym Painting

Ridgeway Middle (2612) 
3B

The Prin/Williams is 
requesting the Guidance 
Office to be painted.

6/13/14 Guidance Office Painting

Ridgeway Middle (2612) 
3B

The Prin/Williams is 
requesting that all of the 
walkways  to be pressure 
washed.

6/13/14 Grounds Painting

Ridgeway Middle (2612) 
3B

VULGAR LANGUAGE 
GRAFFITI IN G RR S 
HALL 1ST FLR ON 
CERAMIC TILE AND 
STALLS-PLANT MGR 
NUNALLY 416-1588 KLR

12/18/13 Painting



Ridgeway Middle (2612) 
3B

GANG GRAFFITI 
OUTSIDE RM N129 IN 
STAIRWELL ON METAL 
DOORS, CONCRETE 
BENCHES OUTSIDE 
FRONT LOBBY, & FRONT 
LOBBY BY HANDICAP 
SIGN ON METAL DOOR 

4/22/14 Painting

Ridgeway Middle (2612) 
3B

GANG GRAFFITI B RR 
1ST NORTH END ON 
STALLS, B RR 2ND FLR 
ON STALLS, & RR STAGE 
AREA ON METAL DOORS-
PLANT MGR NUNALLY 
416-1588 KLR

4/28/14 Painting

Ridgeway Middle (2612) 
3B

HAND SINK KITCHEN 
AREA-LEAKING FROM 
FAUCETS WHERE YOU 
TURN WATER ON PER 
SBE-PLANT MGR 
NUNALLY 416-1588 KLR

10/29/13 Plumbing

Ridgeway Middle (2612) 
3B

pipe leaking onto gym floor 
from ceiling per Kevin 
Nunnally 416-1588

11/11/13 Plumbing

Ridgeway Middle (2612) 
3B

The garbage disposal 
under sink 2,3,4,5 and 6 
are not working properly 
and needs to be repaired 
or replaced in the Team 
Livining Room S112.Also 
the drains needs to be 
cleaned as well.

12/4/13 Team Living Room Plumbing

Ridgeway Middle (2612) 
3B

WATER LINE BROKEN 
REAR OF BLDG BY 
GENERATOR-WATER 
COMING UP THRU 
GROUND-PLANT MGR 
WATKINS 416-1588 KLR

12/9/13 Plumbing

Ridgeway Middle (2612) 
3B

Fan Coil Unit in ROOM 
S221 is LEAKING per Mr. 
Watkins, Plant Mgr. 
416.1588

12/9/13 Plumbing

Ridgeway Middle (2612) 
3B

Repair water service to 
school

12/16/13 Plumbing

Ridgeway Middle (2612) 
3B

The wash sink in  room 
N119/teachers lounge 
needs to be unstopped.

12/22/13 N119 Plumbing



Ridgeway Middle (2612) 
3B

There is a need for 
hotwater tank #254-169 in 
custodial closet to be 
checked and turned on, if 
needed to be repaired as 
well.(right near the 
auditorium)

9/16/13 Custodial Closet W122J Plumbing

Ridgeway Middle (2612) 
3B

unit in room w104 is 
leaking per kevin nunnally 
416-1588

9/20/13 Plumbing

Ridgeway Middle (2612) 
3B

The flush valve on the 
toilet in the restrooms in 
the back of the stage 
needs to be repaired or 
replaced.

9/24/13 Restroom (Boys) On Stage Plumbing

Ridgeway Middle (2612) 
3B

The first stall from the right 
is stopped up and needs 
to be repaired or replaced 
in the boys locker room...

9/24/13 Boys Locker Room Plumbing

Ridgeway Middle (2612) 
3B

There is a need for fush 
valve to be replaced on 
the toilet thats leaking 
water in the employee 
lounge on SW 1st floor ....

9/27/13 1st Floor South Lounge Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
flush valve to be replaced 
on the 3rd toilet from the 
left in the girls restroom...

9/30/13 Restroom (Girls) Across from Library Plumbing

Ridgeway Middle (2612) 
3B

The 1st faucet from the left 
is dripping water and can 
not turn off in the 
boysrestroom on north 
end...

9/30/13 Restroom (Boys) Near Room N118 Plumbing

Ridgeway Middle (2612) 
3B

The water foutain/254-133 
across from the aud/library 
in the lobby needs to be 
repaired or replaced its not 
working ....

7/8/13 Plumbing

Ridgeway Middle (2612) 
3B

The water fountain 254-
113 in the lobby across 
from the elevator water 
flow needs to be turn up a 
little bit....

7/8/13 Plumbing



Ridgeway Middle (2612) 
3B

There is a  need for for the 
handsink in the cafe to be 
corked around the edges 
& etc....

7/10/13 Cafeteria Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
254-197 water foutain in 
the cafe thats not working 
to be repaired or replaced 
...

7/10/13 Cafeteria Plumbing

Ridgeway Middle (2612) 
3B

There are 5 garbage 
disposal that are not 
working and  needs to be 
repaired in S108 Tenn 
Living room ...

9/6/13 Classroom S108 Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
second faucet from the left 
to be repaired it want cut 
off in the boysrestroom on 
the second floor ...

8/9/13 Restroom (Boys) 2nd Floor Plumbing

Ridgeway Middle (2612) 
3B

The first urinal on the right 
is stopped up and needs 
to be repaired in the boys 
locker room...

8/21/13 Gym Boys restroom Plumbing

Ridgeway Middle (2612) 
3B

The first urinal in the 
boysrestroom across from 
the library constantly runs 
and over flows...

8/23/13 Plumbing

Ridgeway Middle (2612) 
3B

per Mr. Nunnally 416-1568 
water fountain in front of 
auditorium is leaking onto 
floor can't shut off and 
someone is using 
auditorium this weekend.

1/17/14 Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
water to be checked and 
turned back on in room 
N127/ science lab...

1/21/14 N127/science lab Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
sinks and water to be 
turned on in S127/Science 
lab...

1/21/14 S127 Plumbing



Ridgeway Middle (2612) 
3B

There is a need for 14 
strainers to be installed in 
the sinks in room N127(7) 
and S127(7)...

1/21/14 Plumbing

Ridgeway Middle (2612) 
3B

Test RP 1/23/14 Plumbing

Ridgeway Middle (2612) 
3B

per Mr. Nunnally 416-1588 
room N115 unit is leaking

1/27/14 Plumbing

Ridgeway Middle (2612) 
3B

per nunnally 416-1588 
room 115N the pipes in the 
ceiling are leaking - he has 
removed the tile and it is 
leaking

1/28/14 Plumbing

Ridgeway Middle (2612) 
3B

per nunnally 416-1568 in 
the back of the gym 
between laundry room and 
auditorium a pipe has 
burst

1/31/14 Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
toilet seat to be replaced in 
the second stall in the  
boysrestroom on north 
side on 1st floor.

2/3/14 Restroom (Boys) 1st floor Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
leak on the first urinal to 
be repaired in the 
boysrestroom on the north 
side 1st floor.

2/3/14 Restroom (Boys) Plumbing

Ridgeway Middle (2612) 
3B

Test RP devices on site. 1/2/14 Plumbing

Ridgeway Middle (2612) 
3B

The commode is stopped 
up in the boy's locker room 
across from the custodial 
closet.

1/7/14 Gym BoyS lockeroom Plumbing



Ridgeway Middle (2612) 
3B

per Kevin Nunnally 416-
1568 in the laundry room n 
gym, there is water coming 
from underneath the 
washing machine

1/8/14 Plumbing

Ridgeway Middle (2612) 
3B

PIPE LEAKING THRU 
WALL INTO THE AUD ON 
CARPET - PM/NUNNALLY 
416-1568

1/13/14 Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
leak around the sprinkle 
head to be checked or 
repaired  in room S122..

2/14/14 Classroom S122 Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
toilet in the women's 
restroom in room S119 to 
be unstopped.

2/18/14 S119 Plumbing

Ridgeway Middle (2612) 
3B

The leak in room N115 has 
came back and needs to 
be repaired...

2/19/14 Classroom N115 Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 1st 
stall from left flush valve to 
repaired or replaced in the 
girls locker room.

4/8/14 Gym Girls Locker room Plumbing

Ridgeway Middle (2612) 
3B

FOUL ODOR POSSIBLY 
GAS SEWER SMELL 
THRU OUT BLDG-PLANT 
MGR NUNALLY 416-1588 
KLR

4/16/14 Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 3rd 
face bowl from the left leak 
from the bottom in the 
girlsrestroom across from 
the  Main Office to be 
repaired.

4/24/14 Restroom (Girls) 1st Southside Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
loose face bowl to be 
resecured to the wall in the 
boysrestoom on 2nd floor.

2/24/14 Restroom (Boys) 2nd Floor Plumbing



Ridgeway Middle (2612) 
3B

There is a need for the 
loose face bowl to 
resecured to the wall in the 
boys locker room.

2/24/14 Boys Locker room Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
Lady's restroom to be 
unstopped in the Teacher's 
Lounge on the 2nd floor.

2/24/14 2nd Floor Teacher Lounge Plumbing

Ridgeway Middle (2612) 
3B

GAS SMELL IN 8TH 
GRADE HALL-PLANT 
MGR NUNALLY 416-1588 
KLR

2/25/14 Plumbing

Ridgeway Middle (2612) 
3B

The 2nd face bowl sink 
from the right is leaking 
water from underneath 
and needs to be repaired 
in boysrestroom on the 
2nd floor.

2/28/14 Restroom (Boys) 2nd Floor Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
missing toilet seat in the 
middle stall to be replaced 
in the boys locker room.

3/24/14 Boys Locker Room Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 1st 
urinal flush valve to be 
repaired or replaced will 
not stop running in boys 
restroom near Aud..

3/28/14 Restroom (Boys) Near Auditorium Plumbing

Ridgeway Middle (2612) 
3B

There is a need for 2 
toilets in the boysrestroom 
on the second floor to be 
unstopped.

5/21/14 Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the first  
toilet in the girlsrestroom 
on the first floor to be 
unstopped.

5/21/14 1st Floor Girlsrestroom Plumbing

Ridgeway Middle (2612) 
3B

There is a need for a 
auger for the premises.

5/21/14 Plumbing



Ridgeway Middle (2612) 
3B

There is a need for the 
handicap toilet to be 
unstopped in the 
boysrestroom on the first 
floor across from the 
Auditorium.

5/21/14 Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the first 
urinal flush valved to be 
repaired or replaced in boy 
restroom across from the 
library..

5/29/14 Restroom (Boys) Across from Library Plumbing

Ridgeway Middle (2612) 
3B

There is a need for 1st 
flush valve from the right 
thats sticking to be 
repaired or replaced in the 
boys locker room.Also a 
shower head replaced in 
the 1st shower.

6/4/14 Gym Boys Locker Room Plumbing

Ridgeway Middle (2612) 
3B

There is a need for sinks 
in room S221 to be 
unstopped.

6/9/14 Classroom S221 Plumbing

Ridgeway Middle (2612) 
3B

There is need for the first 
flush valve to be repaired 
or replaced in girls locker 
room...

6/10/14 Girls Locker Room Plumbing

Ridgeway Middle (2612) 
3B

There is a need for the 
floor drain in the custodial 
closet to be unstopped.

6/20/14 N116J Plumbing

Ridgeway Middle (2612) 
3B

There is a need for 
sanitary napkin receptacle 
in the second stall from left 
to be replaced in the 
girlsrestroom across from 
main office complex.

10/11/13 Restroom (Girls) 1st Floor Near Main Office Plumbing

Ridgeway Middle (2612) 
3B

There is a need for 
sanitary napkin receptacle 
in the third  stall from left 
to be replaced in the 
girlsrestroom across from 
main office complex.

10/11/13 Restroom (Girls) Across from Main office Plumbing

Ridgeway Middle (2612) 
3B

There is a need for some 
shower curtains to be 
installed on 3 stalls in the  
boys locker room...

2/13/14 Gym Plumbing



Ridgeway Middle (2612) 
3B

There is a need for the 
water leak in office 
S116E(fin sec) to be 
repaired and also a leak in 
the hallway outside W108 
against the auditorium 
wall.

10/31/13 Administration Area Roof

Ridgeway Middle (2612) 
3B

There is a leak in the 
middle of the girls 
lockroom near the light 
fixture that needs to be 
repaired...

2/4/14 Gym Girls Locker Room Roof

Ridgeway Middle (2612) 
3B

There is a need for the 
leak against the wall 
above the stairwell doors 
to be repaired across from 
N216J.

2/4/14 Stairway North 2nd Floor Roof

Ridgeway Middle (2612) 
3B

There is a need for the 
leak in the  right corner in 
hallway  at top of the 
ceiling to be repaired...

2/4/14 Auditorium W124 Roof

Ridgeway Middle (2612) 
3B

There is a need for the 
leak outside roomN228 to 
be repaired...

2/18/14 Hallway/Corridor Outsdie N228 Roof

Ridgeway Middle (2612) 
3B

There is a need for the 
leak to repaired in gym 
lobby along the wall ...

2/18/14 Hallway/Corridor Gym Lobby Roof

Ridgeway Middle (2612) 
3B

There is a need for the 
leak outside room S100 to 
be repaired.

2/18/14 Hallway/Corridor Roof

Ridgeway Middle (2612) 
3B

There is a need for the 
leak outside room W108 
near and above the 
auditorium doors along the 
wall to be repaired.

2/19/14 Hallway/Corridor Near W106 Roof

Ridgeway Middle (2612) 
3B

There is a need for the 
leak in room N221 to be 
checked and repaired,

4/14/14 Classroom N221 Roof



Ridgeway Middle (2612) 
3B

There is a need for the 
leak outside the 
Auditorium along the wall 
to be checked and 
repaired.(Near W106).

4/28/14 Auditorium Near W106 Roof

Ridgeway Middle (2612) 
3B

There is a need for the 
leak in the Plant Manager 
office to be checked and 
repaired behind desk..

4/28/14 Plant Manager Office Roof

Ridgeway Middle (2612) 
3B

There is a need for the 
leak in the cafe lobby to be 
checked and repaired.

4/28/14 Cafe Lobby Roof

Ridgeway Middle (2612) 
3B

There is a need for the 2 
leaks in the main office on 
both side of the front 
counter  to be checked 
and repaired.

2/20/14 Roof

Ridgeway Middle (2612) 
3B

There is need for the leaks 
outside the Coach's office 
along the wall to be 
repaired in the gym area.

3/5/14 Gym Outside Coach's office Roof

Ridgeway Middle (2612) 
3B

There is a leak in room 
N230 that needs to be 
checked and repaired.

3/5/14 Classroom N230 Roof

Ridgeway Middle (2612) 
3B

There are two leaks in the 
library that needs to be 
checked and 
repaired.(Entrance and in 
the middle)

3/6/14 Library Roof

Ridgeway Middle (2612) 
3B

There is a need for a leak 
outside room W106 to be 
checked and repaired.

3/27/14 W106 Roof

Ridgeway Middle (2612) 
3B

There is a need for the 
locker cover plate to be 
replaced on locker # 
W2196

10/15/13 Hallway/Corridor Locker W2196 Sheet Metal



Ridgeway Middle (2612) 
3B

There is a need for the 
locker cover plate to be 
replaced on locker # 
W2198.

10/15/13 Hallway/Corridor Locker W2198 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
cover plate to be installed 
on locker number W2193..

10/11/13 Hallway/Corridor Locker #W2193 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
filter grill to be replaced in 
room N123.

5/9/14 N123 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
cover plate to be replaced 
on locker E1095.

10/10/13 Hallway/Corridor Locker E1095 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
cover plate to be installed 
on locker number W2174.

10/11/13 Hallway/Corridor Locker # W2174 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
cover plate to be installed 
on locker number W2172.

10/11/13 Hallway/Corridor Locker # W2172 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
cover plate to be installed 
on locker number W2191.

10/11/13 Hallway/Corridor Locker #W2191 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
cover plate to be installed 
on locker number W2170.

10/11/13 Hallway/Corridor Locker # W2170 Sheet Metal

Ridgeway Middle (2612) 
3B

Repair lockers in various 
areas.

9/10/13 Sheet Metal



Ridgeway Middle (2612) 
3B

There is a need for the 
locker cover plate to be 
replaced on locker 
#W2200

10/18/13 Hallway/Corridor Locker # W2200 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
locker cover plate to be 
replaced on locker 
#W2202

10/18/13 Hallway/Corridor Locker #W2202 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
locker cover plate to be 
replaced on locker 
#W2204

10/18/13 Hallway/Corridor Locker # W2204 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
locker cover plate to be 
replaced on locker 
#W2215

10/18/13 Hallway/Corridor Locker #W2215 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
locker cover plate to be 
replaced on locker 
#W2213.

10/18/13 Hallway/Corridor Locker #W2213 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
locker cover plate to be 
replaced on locker 
#W2211.

10/18/13 Hallway/Corridor Locker #W2211 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
locker cover plate to be 
replaced on locker 
#W2207

10/18/13 Hallway/Corridor Locker #W2205 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
filter grid to be replaced in 
room N222

9/27/13 Classroom N222 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
missing filter grill to be 
replaced in room N230.

10/10/13 Classroom N230 Sheet Metal



Ridgeway Middle (2612) 
3B

There is a need for the 
missing filter grill to be 
replaced in room N222.

10/10/13 Classroom N222 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
cover plate to be replaced 
on locker W1118...

10/10/13 Hallway/Corridor Locker W1118 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
missing vent grill to be 
replaced in room S126 ...

9/9/13 Classroom S126 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
grid to the ceiling vent  in 
the library needs to be 
repaired or replaced.It feel 
and hit the table and split 
on the ends...

8/8/13 Library Sheet Metal

Ridgeway Middle (2612) 
3B

There is need for the filter 
grid to be replaced in room 
S224...

8/14/13 S224 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
hinges to be repaired or 
replaced on locker 
W2135..

8/19/13 Hallway/Corridor Locker W2135 Sheet Metal

Ridgeway Middle (2612) 
3B

There is need for the 
hinges to locker w2193 to 
be repaired or replaced..

8/19/13 Locker W2193 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
hinges to locker W2092 to 
be repaired or replaced...

8/19/13 Locker W2092 Sheet Metal

Ridgeway Middle (2612) 
3B

There is need for the 
hinges to be repaired or 
replaced to locker W1133..

8/19/13 Locker W1133 Sheet Metal



Ridgeway Middle (2612) 
3B

There is a need for the 
hinges to Locker E1251 to 
be repaired or replaced ...

8/19/13 Locker E1251 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
filter grill to be  repaired or 
replaced in the back of the 
cafe near the freezers.The 
grill keeps coming a 
loose..

1/14/14 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
filter grill cover that fell 
from the ceiling infront of 
the stage to be reinstalled.

1/17/14 Auditorium Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
cover plate to be replaced 
on locker E1089..

10/10/13 Hallway/Corridor Locker E1089 Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for a piece 
of sheet metal to be 
installed in the  threshold 
of W124a...

10/14/13 Auditorium W124A Sheet Metal

Ridgeway Middle (2612) 
3B

There is a need for the 
missing  filter grill to be 
replaced in room N230.

1/7/14 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Plumbing Roof Sheet Metal Grand Total

Ross El (2627) 3B 2 3 34 56 26 67 5 1 194
Grand Total 2 3 34 56 26 67 5 1 194



Location Request Description Submittal Date Area Description Area Number Craft
Ross El (2627) 3B Insulate ceiling HVAC air 

duct need  insulating .. 
water dripping in 
classroom

5/23/14 Classroom west Annex Rm# W-14 Asbestos

Ross El (2627) 3B replace floor tile in the 
lobby 

1/14/14 Hallway/Corridor Asbestos

Ross El (2627) 3B Repair/replace computer 
bad wall outlet (per IT 
Tech)

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

2/19/14 Pod 1    Rm #1-02 Cabling

Ross El (2627) 3B NCE provide project 
management for smart 
board install at Ross ES. 
School Rep.- Janet R. 
P.O.# 1431618 S.B. qty.-2

4/2/14 Cabling

Ross El (2627) 3B " URGENT WORK 
ORDER REQUEST" 
Repair/replace Computer 
Metal Cart .. plug in outlet 
.. cart needed to 
store/charge 30 lap top 
computers.

5/14/14 Administration Area NEW Building Rm#125-A Cabling

Ross El (2627) 3B Install white marker board 
in classroom

4/23/14 Classroom Pod #4 Rm. W-19 & 20 Carpentry

Ross El (2627) 3B Repair/replace broken 
door closer (old broken 
closer in SBE's office)

5/9/14 Hallway/Corridor Pod #4 (Hall Lobby) Carpentry

Ross El (2627) 3B Repair/replace center 
pole.. gym exit double 
doors to parking lot.. doors 
loose, hard to lock/close.

7/20/13 Auxiliary Gym Gym Exit Door Carpentry



Ross El (2627) 3B "URGENT WORK ORDER 
REQUEST".. Bolt over the 
sink cabinet to wall, loose 
.. about to fall off the wall 

7/26/13 Administration Area Plant Manager Office Carpentry

Ross El (2627) 3B Remove white marker 
board an place on west 
wall in classroom.

7/26/13 Classroom West Wing Rm #11 Carpentry

Ross El (2627) 3B Repair chain link fence 
around playground area. 

8/24/13 Courtyard Carpentry

Ross El (2627) 3B 2nd floor, New Building, 
North Stairs, double (2) 
pane (outter) glass window 
shatter.. inter plastic glass 
ok.

9/3/13 Carpentry

Ross El (2627) 3B Library Double doors 
outter line will not close

9/5/13 Administration Area SBE's Office Carpentry

Ross El (2627) 3B Install coat hooks for 
students to hang their 
backpacks etc.

9/6/13 Classroom Pod #3 Rm 3-39 Carpentry

Ross El (2627) 3B Repair Cain link fence to 
KK play ground area

9/9/13 Carpentry

Ross El (2627) 3B Replace water soaked 
floor tiles 

9/17/13 Cafeteria In front of milk boxes Carpentry

Ross El (2627) 3B Ceiling Tile w/fire sprinkle 
value .. Hall outside Rm# 
W-20 classroom door.. 
stain need changing

9/23/13 Hallway/Corridor Pod #1 Carpentry



Ross El (2627) 3B Replace floor tile in front of 
Pod #1 .. Boys Restroom 

9/23/13 Hallway/Corridor Pod #1 Carpentry

Ross El (2627) 3B Ceiling tile need change 
around fire sprinkle head 
Rm #1-01 and Hall alarm 
monitor, ceiling tile, 
outside Rm #1-01 ceiling 
tile

9/25/13 Hallway/Corridor Pod #1 Carpentry

Ross El (2627) 3B Classroom door sticking, 
outter line, hard to 
open/close.

9/26/13 Classroom West Annx Rm# 50 Carpentry

Ross El (2627) 3B Replace broken/damage 
floor tiles, main lobby 
entrance, double doors. 
(Plant Manager has 
matching floor tiles)

10/14/13 Hallway/Corridor Main Lobby Carpentry

Ross El (2627) 3B GLASS DOUBLE DOORS 
HAVE BROKEN IN MAIN 
HALL.
PLANT MGR-
SCOTT/849.4811

10/15/13 Carpentry

Ross El (2627) 3B Custodial Closet, inside 
1st floor boys Restroom 
(South) door stuck, can't 
open door to get to 
supplies/mop sink

10/18/13 Hallway/Corridor New Building Carpentry

Ross El (2627) 3B Door closer broken 10/30/13 Cafeteria Hall Exit Door Carpentry

Ross El (2627) 3B Classroom Door hard to 
open .. Teacher can't open 
door with out help .. keep 
sticking 

11/4/13 Classroom Rm # E-44 East Annex Carpentry

Ross El (2627) 3B Classroom door hard to 
open .. Teacher/students 
can't open door with out 
help .. door keep sticking.

11/4/13 Classroom Rm# E-44 East Annex Carpentry



Ross El (2627) 3B " URGENT WORK 
ORDER REQUEST" 
Classroom door outer line 
.. Teacher can't open or 
close door with out help, 
once your in the room you 
can't get out/in.

11/18/13 Classroom E-44 Carpentry

Ross El (2627) 3B Install door opening, 
bottom of each restroom 
door, teachers need to 
hear/monitor the student 
activity going on in the 
restroom. 

12/5/13 Restroom (Boys) Pod #1, 2, 3 & 4 Carpentry

Ross El (2627) 3B Front Double Doors will 
not lock

12/16/13 Hallway/Corridor New Building Carpentry

Ross El (2627) 3B Custodial Closet #120-A .. 
stuck can't open door

2/7/14 Restroom (Boys) 1st Floor New Building Carpentry

Ross El (2627) 3B Install door pull handle .. 
can't open door

2/28/14 Cafeteria Exit door to parking lot Carpentry

Ross El (2627) 3B Install rubber strip, bottom 
of classroom emergency 
exit door to parking lot, 
room flood when it rains' 

4/4/14 Classroom Pod 2... Rm# 2-33 Carpentry

Ross El (2627) 3B Repair/replace or rehang 
office book store 
shelf/counter top

4/4/14 Administration Area Office Book Store Carpentry

Ross El (2627) 3B Hang/install Tack strips on 
West Annex Lobby and 
Gymmnasium wall over 
bleaches.

4/10/14 Gym Gym/West Annex Lobby Carpentry

Ross El (2627) 3B Rehang toilet stall door .. 
(door in Plant Managers' 
office)

4/16/14 Restroom (Boys) Pod # 3 (boys' front 
restroom))

Carpentry



Ross El (2627) 3B Rehang toliet stall door 4/17/14 Restroom (Boys) Pod # 2 (Front RR) Carpentry

Ross El (2627) 3B Replace ceiling tiles that 
have fallen due to roof 
leak.

4/29/14 Carpentry

Ross El (2627) 3B Install door stop opening, 
bottom of each restroom 
door, teachers need to 
hear/monitor the student 
activity going on in the 
restrooms.

12/5/13 Restroom (Girls) Pod #1, 2, 3 & 4 Carpentry

Ross El (2627) 3B The iron hand rail is 
broken on pod 3 ,it has 
sharp edeges that can cut 
a child hand please repair.

8/27/13 Hallway/Corridor pod3 Carpentry

Ross El (2627) 3B Smoke/fire alarm system 
beeping ... Noise 
disrupting classroom

5/2/14 Classroom  Pod #4 .. Rm # 4-58 Electrical

Ross El (2627) 3B Repair/replace ceiling 
fluorescent light fixture or 
bad ballast

5/2/14 Hallway/Corridor Lobby West Annex Electrical

Ross El (2627) 3B "URGENT WORK ORDER 
REQUEST".. 
Repair/replace ceiling 
damage/broken 
fluorescent light fixture or 
blown ballast ...
 

7/23/13 Administration Area Fin Sec Office Electrical

Ross El (2627) 3B "URGENT WORK ORDER 
REQUEST".. 
Repair/replace ceiling 
damage/broken 
fluorescent light fixture or 
blown ballast

7/23/13 Administration Area Office Sec. Storage Rm. Electrical

Ross El (2627) 3B "URGENT WORK ORDER 
REQUEST".. 
Repair/replace, ceiling 
fluorescent light fixture or 
blown ballast. 

7/26/13 Administration Area Main Office Electrical



Ross El (2627) 3B Classroom computer .. 
orange wall outlet tripped 
.. making humming sound 

8/5/13 Classroom Pod #2 .. Rm#28 Electrical

Ross El (2627) 3B "URGENT WORK ORDER 
REQUEST" Repair/replace 
electric wallout let 
..underneath black board .. 
right handside of 
classroom door .. (Plant 
Manager taped over 
outlet) 

8/12/13 Classroom Pod #4 - Rm#256 Electrical

Ross El (2627) 3B T8 lamps are needed for 
classrooms and hallways.

8/24/13 Electrical

Ross El (2627) 3B UNIT NOT COMING ON 
IN RM-E45
PLANT MGR-
WATKINS/416.1990

8/27/13 Electrical

Ross El (2627) 3B POWER OUTAGE - 
COMPLETE OUTAGE -
PM/SCOTT

5/28/14 Electrical

Ross El (2627) 3B Repair/replace ceiling 
fluoresecent light fixture or 
bad ballast over sink

6/2/14 Cafeteria Kitchen Food Prep Area Electrical

Ross El (2627) 3B Repair/replace kitchen 
magnetic door stopper

6/2/14 Cafeteria Entrance Door Electrical

Ross El (2627) 3B Repair/replace broken rear 
door wall outlet light switch 
to loading dock/hall lights. 

6/2/14 Cafeteria Rear Entrance Door Electrical

Ross El (2627) 3B There are seven lights out 
over the basketball court in 
the gym. 

8/28/13 Gym Electrical



Ross El (2627) 3B SBE need three (3) boxes 
of flouresent light blubs

9/5/13 Administration Area SBE's office Electrical

Ross El (2627) 3B Replace six (6) bad ballast 
in Cafetorium .. replace 
four (4) blown stage flood 
lights (red, yellow, blue & 
green) 

9/17/13 Cafetorium Cafetorium & Stage Electrical

Ross El (2627) 3B Replace damage electric 
cord 

9/17/13 Cafeteria Kitchen area Electrical

Ross El (2627) 3B Parking Lot Lights timmer 
need resetting.

9/19/13 Grounds Outside Parking Lot Electrical

Ross El (2627) 3B Repair/replace ceiling 
fluorescent light fixture or 
bad ballast..Pod#1
Rm# 1-01(1)..Rm#1-
02(1).. Rm#1-09(1)

9/23/13 Classroom Pod #1 Electrical

Ross El (2627) 3B Repair/replace ceiling 
fluorescent light fixture or 
bad ballast .. Rm#W-
11(1)..Rm# W-22(1).. 
replace broken lobby, light 
fixture cover

9/23/13 Classroom Pod #1 Electrical

Ross El (2627) 3B Repair/replace fluorescent 
light fixture or bad ballast 
in hall and Rm#1-01(1), 
Rm#1-02(1), Rm#109(1), 
Rm#W-11(1) and Rm#W-
22(1)

9/25/13 Hallway/Corridor Pod #1 Electrical

Ross El (2627) 3B Venter Hood exhaust fan 
not working

9/26/13 Cafeteria Kitchen Area Electrical

Ross El (2627) 3B 480 volt Steamer, keep 
tripping, will only stay on 
for a couple of minute and 
go off.

9/26/13 Cafeteria Kitchen Area Electrical



Ross El (2627) 3B Repair/replace Library & 
storage room, three (3) 
ceiling fluourescent light 
fixtures or bad ballast.

9/27/13 Library Library & Storage Rm Electrical

Ross El (2627) 3B Repair/replace ceiling 
fluorescent fixture or bad 
ballast in library open area 
and Storage room used as 
an office

10/1/13 Library Library & Storage Rm Electrical

Ross El (2627) 3B Rooms #3-44, E-53 & E-
54 .. Repair/replace 
broken, damage ceiling 
fluoresent light fixture or 
bad ballast

10/14/13 Classroom Pod #3 Electrical

Ross El (2627) 3B Repair/replace two (2) 
broken, damage hall 
ceiling fluoresent light 
fixture or bad ballast

10/14/13 Hallway/Corridor Pod #3 Electrical

Ross El (2627) 3B Repair/replace bad ceiling 
fluoresecent fixture or 
ballast

11/11/13 Cafeteria Kitchen Area Electrical

Ross El (2627) 3B Check outside lights and 
wall packs.  Time clock 
may need to be reset.  

11/13/13 Electrical

Ross El (2627) 3B Repair/replace outside 
pole/building blown light 
blub or light fixture(s) (will 
need the bucket truck)

11/21/13 Grounds Rear parking Lot Electrical

Ross El (2627) 3B Plant Managers requesting 
three (3) boxes of 
Fluorescent light blubs.

11/21/13 Administration Area Plant Managers Office Electrical

Ross El (2627) 3B Repair/replace ceiling 
white, round porcelain light 
fixture

11/26/13 Custodial Closet Pod #3 Electrical



Ross El (2627) 3B Outside Building exterior 
lights .. side parking lot, 
behind cafeteria, not 
working .. will need bucket 
truck (16'or 18' off the 
ground)

11/27/13 Grounds Side Exit Door Electrical

Ross El (2627) 3B Plant Manager need three 
(3) boxes of fluoresent 
light blub to change blown 
blubs in halls and 
classrooms.

12/2/13 Administration Area Plant Manager's Office Electrical

Ross El (2627) 3B Install 20 amp outlet for 
New Copy Machine room 
has a 10 amp outlet

12/5/13 Hallway/Corridor Copy Room Electrical

Ross El (2627) 3B POD #4 rm 4-62 and gym 
blowing cold air per Mr. 
scott 416-9142
(will need lift for gym units 
are in ceiling)

12/9/13 Electrical

Ross El (2627) 3B Outside light, over (copy 
lobby area) exit door to 
faculity and staff parking .. 
not working.

12/11/13 Courtyard Back Door Lights Electrical

Ross El (2627) 3B Outside timmer need 
resetting (2nd time trying)

12/13/13 Grounds Park Lot (front  &r ear) Electrical

Ross El (2627) 3B Repair/replace damage, 
blown non-working 175 
watts wall light fixture with 
new 400 plus watts light 
fixtures .. Parking lot 
dark/very little light given 
off from the one fixture 
working. 

12/16/13 Grounds Park Lot (Faculity & Staff 
Parking)

Electrical

Ross El (2627) 3B Repair outside lights that 
are out.

1/8/14 Electrical

Ross El (2627) 3B Power not working .. 1/2 of 
the classroom (Breaker 
working)

1/23/14 Classroom New Building Rm# 127 Electrical



Ross El (2627) 3B Repair/replace fluorescent 
light fixture or bad ballast .. 
Pod#1 West Annx.. Room 
W-10, W12, W14 & 16

2/3/14 Classroom Pod #1 West Annx. Electrical

Ross El (2627) 3B Repair/replace bad 
fluorescent light fixture or 
ballast class Rm# 2-
26(3)..2-29(2).. 2-33(2)

2/3/14 Classroom Pod #2  Electrical

Ross El (2627) 3B Repair/replace ceiling 
fluoresecent light fixture or 
bad ballast.. Rm#3-
39(2)..3-42(1) ..3-44(2)

2/7/14 Classroom Pod #3 Electrical

Ross El (2627) 3B Repair/replace Exit light 
fixture blub in front of room 
#E-45 ... Hall fluorescent 
light fixture in front ot Rm# 
3 E-51

2/7/14 Hallway/Corridor Pod #3 Electrical

Ross El (2627) 3B Repair/replace ceiling Exit 
light blub or bad fixture .. 
in front of Rm# E-51 ..and 
New Building 1st floor exit 
door to circular parking lot

2/7/14 Hallway/Corridor Main Hall & Human 
Resource Center

Electrical

Ross El (2627) 3B Repair/replace ceiling 
fluoresecent light fixture or  
bad ballast  

2/7/14 Hallway/Corridor Print shop lobby Electrical

Ross El (2627) 3B Repair/replace ceiling 
fluoresecent light fixture or 
bad ballast

2/10/14 Cafetorium Stage Area Electrical

Ross El (2627) 3B Replace/repair ceiling 
fluoresecent light fixture or 
bad ballast in kitchen and 
on cafeteria stage

2/11/14 Cafeteria Kitchen Area & Stage Electrical

Ross El (2627) 3B Repair/replace damage 
ceiling fluoresecent light 
fixture or bad ballast

2/14/14 Classroom Pod #1 .. Rm #1-08 Electrical



Ross El (2627) 3B Replace lamps in the 
hallway that are too high to 
reach from a ladder.  The 
lift is already on site.

3/12/14 Electrical

Ross El (2627) 3B Repair/replace ceiling 
fluoresent light fixture or 
bad ballast Pod #4 Hall, 
Rm#4-56, #4-58, #4-61, 
and #4-62 

3/21/14 Classroom Pod # 4 Electrical

Ross El (2627) 3B Repair/replace bad wall 
outlet underneaht 
classroom white marker 
board

3/21/14 Classroom Pod 1 .. Rm# 1-02 Electrical

Ross El (2627) 3B Repair/replace fluorescent 
light fixture or bad ballast.. 
Pod #4 Rm #4-58, 4-62, 
hall and  behind cafeteria 
stage curtin left hand side 
of stage..

3/25/14 Classroom Pod 4 Rm# 4-58, 4-62, Electrical

Ross El (2627) 3B Repair/replace broken 
ceiling fluorescent fixture 
or bad ballast women 
restroom main lobby and 
parent resource center 

3/25/14 Hallway/Corridor Main Lobby Electrical

Ross El (2627) 3B RECEPTACLE GYM 
AREA-SPARKING FIRE-
PLANT MGR SCOTT 416-
1980 KLR

4/17/14 Electrical

Ross El (2627) 3B Monthly - Filter-Ross 
Elementary - Refer to PM 
schedule details.

4/22/14 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B A/C UNIT is NOT 
COOLING in ROOM 223 
per Mr. Scott, Plant Mgr. 
416.9142

4/25/14 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B UNIT NOT COOLING 
THRU ENTIRE 4TH 
GRADE WING
PLANT MGR-
SCOTT/416.1990

4/28/14 Heating/Ventilation /Air 
Conditioning



Ross El (2627) 3B Monthly - Oil Lube & Belts - 
Ross Elem - Refer to PM 
schedule details.

7/14/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B CHILLER NOT COOLING. 
SBE-SCOTT/416-1970

7/22/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B RTU #14 NOT COOLING 
RM 221
SBE EVANS 416-1990

8/1/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B RTU IS NOT COOLING IN 
RM E47. SBE EVANS 416-
1990

8/1/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B A/C IN NEW BLDG WING 
HALF OF RMS NOT 
COOLING AND OTHER 
HALF NOT COMING ON-
SBE SCOTT 416-1990 
KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B A/C IN POD 2 & GYM 
AREA-NOT COOLING-
SBE SCOTT 416-1990 
KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B A/C IN POD 3 RM E50, 
ENTIRE NEW BLDG, & 
GYM-ALL NOT COOLING-
SBE SCOTT 416-1990 
KLR

8/6/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B A/C IN RMS E48, 3-42, 
105, 204, 2-25, 125, 126, 
4-62, 4-59, 108, 106, 4-60, 
221, E50 & 2-29-ALL NOT 
COOLING-SBE SCOTT 
416-1990 KLR

8/8/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B Monthly - Filter-Ross 
Elementary - Refer to PM 
schedule details.

8/20/13 Heating/Ventilation /Air 
Conditioning



Ross El (2627) 3B RTU NOT COOLING IN 
RM-E45
PLANT MGR-
WATKINS/416.1990

8/23/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B RTU NOT COOLING IN 
RM-E45. 
PLANT MGR-
SCOTT/416.1970

8/23/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B RTU RM E45-NOT 
COOLING-PLANT MGR 
WATKINS KLR

8/27/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B A/C RM 225 & 226-BOTH 
NOT COOLING-PLANT 
MGR SCOTT 416-1990 
KLR

5/22/14 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B A/C RM 226-NOT 
COOLING-PLANT MGR 
416-1990 KLR

8/28/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B RTU NOT COOLING IN 
RM-E50
PLANT MGE-
SCOTT/416.1990

9/27/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B A/C POD 103-NOT 
COMING ON-PLANT 
MGR SCOTT 416-1990 
KLR

10/1/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B Check heat in classroom 
one not getting hot. See 
principal Mrs. Smith.

12/18/13 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B Monthly - Filter-Ross 
Elementary - Refer to PM 
schedule details.

12/24/13 Heating/Ventilation /Air 
Conditioning



Ross El (2627) 3B Monthly - Oil Lube & Belts - 
Ross Elem - Refer to PM 
schedule details.

2/16/14 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B HEAT GYM AREA-NOT 
HEATING-PLANT MGR 
SCOTT 416-1960 KLR

3/6/14 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B  UNITS NOT HEATING IN 
PART#1,106, GYM
PLANT MGR-
SCOTT/416.1990

3/17/14 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B HEAT ANNEX EAST POD 
AREA ABOUT (8) RMS-
ALL NOT HEATING-
PLANT MGR SCOTT 416-
1990 KLR

3/17/14 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B Replace 15 ton RTU. 3/21/14 Heating/Ventilation /Air 
Conditioning

Ross El (2627) 3B Flush valve sticking..water 
keep running .. flooding 
restroom floor (w/o # 
429631 incomplete) 

4/30/14 Restroom (Girls) Main Lobby Plumbing

Ross El (2627) 3B Raise water (heater) 
temperature in classroom 
for Exceptional Childerns .. 
water too cold to 
bathe/wash childerns 
when needed

8/9/13 Classroom W-18 Plumbing

Ross El (2627) 3B GAS SMELL IN OUTSIDE 
OF CAFE. 
PLANT MGR-
SCOTT/849.4811

8/15/13 Plumbing

Ross El (2627) 3B The commode in the 
annex building on the 2nd 
in the boy's restroom has a 
bad flush valve

8/21/13 Restroom (Boys) Plumbing



Ross El (2627) 3B The hot water tank is 
leaking in store room next 
to E49.

8/26/13 Mechanical Room next to E49 Plumbing

Ross El (2627) 3B Urinal in Boy's RR across 
from W-15 is stopped up. 

8/27/13 Restroom (Boys) Plumbing

Ross El (2627) 3B Urnial flush valve sticking 
.. flooding restroom floor 
with waste water (urine) 
when flushed.

5/20/14 Restroom (Boys) Pod # 2 & Pod # 2 Plumbing

Ross El (2627) 3B Test RP 5/30/14 Plumbing

Ross El (2627) 3B Leaking from Ceiling. 6/19/14 Classroom Pod 1 W-10 Plumbing

Ross El (2627) 3B Middle Toilet leaking from 
side pipe. 

6/19/14 Restroom (Girls) Cross from Library Plumbing

Ross El (2627) 3B 1st. Urinal stopped up. 6/19/14 Restroom (Boys) Cross from Library Plumbing

Ross El (2627) 3B 2nd Urinal when flushed 
water pressure very low.

6/19/14 Restroom (Boys) Cross from Library Plumbing

Ross El (2627) 3B Third stall leaking from 
pipe.

6/19/14 Restroom (Boys) Pod 2 Plumbing



Ross El (2627) 3B 2nd Urinal stopped up. 6/19/14 Restroom (Boys) Pod 1at 2-31A Plumbing

Ross El (2627) 3B 5th stall toilet seat need 
repair.

6/19/14 Restroom (Boys) Pod 1acrossW-15 Plumbing

Ross El (2627) 3B 2nd & 3rd Toilet leaking 
from pipe.

6/19/14 Restroom (Girls) Pod 1acrossW-21 Plumbing

Ross El (2627) 3B Leaking from pipe. 6/19/14 Custodial Pod 1W-13 Plumbing

Ross El (2627) 3B Leaking from pipe. 6/19/14 Custodial Closet Pod 3 3-36 Plumbing

Ross El (2627) 3B 2nd water fountain water 
pressure very low.

6/19/14 Hallway/Corridor Pod 3  E-45 Plumbing

Ross El (2627) 3B 1st. Sink no water running. 6/19/14 Hallway/Corridor Pod 3  E-51 Plumbing

Ross El (2627) 3B 1st. Water Fountain water 
pressure very low.

6/19/14 Hallway/Corridor Pod 3  E-52 Plumbing

Ross El (2627) 3B 1st. & 2nd Urinals when 
flushed water pressure 
very low.

6/19/14 Restroom (Boys) Pod 4  by rm. 4-55 Plumbing



Ross El (2627) 3B 2nd Stall pipe leaking 6/19/14 Restroom (Girls) Pod 4  by rm. 4-59 Plumbing

Ross El (2627) 3B Urinal in Boy's RR across 
from 205 in annex  is not 
flushing. 

8/28/13 Restroom (Boys) across from 205 Plumbing

Ross El (2627) 3B The water level need 
adjusting on the water 
fountain next to W-11.

8/28/13 Hallway/Corridor across from W-11 Plumbing

Ross El (2627) 3B The water level need 
adjusting on the water 
fountain on 2nd floor of the 
annex building. 

8/28/13 Hallway/Corridor 2nd floor Plumbing

Ross El (2627) 3B The commode in the 
annex building on the 1st 
floor in the boy's restroom 
has a bad flush valve 

8/28/13 Restroom (Boys) Plumbing

Ross El (2627) 3B 3 compartment metal sink 
leaking from bottom drain 
pipes. 

9/4/13 Cafeteria Food Prep Area Plumbing

Ross El (2627) 3B "URGENT WORK ORDER 
REQUEST"... Toilet 
leaking around pipes 
flooding .. restroom

9/6/13 Restroom (Boys) Behind library Plumbing

Ross El (2627) 3B Please test RP devices on 
site.

9/11/13 Plumbing

Ross El (2627) 3B Toilet Stopped up 9/18/13 Restroom (Boys) East Annex Plumbing



Ross El (2627) 3B "URGENT WORK ORDER 
REQUEST".. Urnial 
stopped up. flooding 
restroom

9/19/13 Restroom (Boys) West Annex Plumbing

Ross El (2627) 3B Urnial stopped up .. waste 
water over flowing .. 
flooding bathroom floor

9/20/13 Restroom (Boys) West Annx Plumbing

Ross El (2627) 3B Repair/replace water 
cooler, compresser bad 
(smokes when plug into 
the wall)

9/26/13 Hallway/Corridor East Annx Lobby Plumbing

Ross El (2627) 3B Flush value sticking .. 
water keep running .. 1st 
toilet on the right

10/1/13 Restroom (Girls) Pod #3 Plumbing

Ross El (2627) 3B Toilet stopped Terribly 
Odor

10/7/13 Restroom (Boys) East Annx Plumbing

Ross El (2627) 3B Classroom enter restroom, 
sink leaking, underneath 
drain pipes

11/8/13 Classroom Rm# W-20 Restroom Plumbing

Ross El (2627) 3B "URGENT WORK ORDER 
REQUEST" Urinal stopped 
up givening off a 
bad/horrible ordor

11/14/13 Restroom (Boys) Pod # 1 KK-Restroom Plumbing

Ross El (2627) 3B "URGENT WORK ORDER 
REQUEST" Toilet Running 
will not stop
(Plumber here in building 
work order has been 
completed))

11/15/13 Restroom (Boys) Pod #1 KK-Area Plumbing

Ross El (2627) 3B Toilet Flush Valve pipes 
leaking.. flooding restroom

11/20/13 Restroom (Girls) Main Lobby Plumbing



Ross El (2627) 3B Urinal stopped, flooding 
restroom

11/26/13 Restroom (Boys) Pod #3 Plumbing

Ross El (2627) 3B Urinal stopped up 11/26/13 Restroom (Boys) West Annex Plumbing

Ross El (2627) 3B Repair/replace round hand 
washing sink, faucet 
broken/leaking flooding 
restroom

11/26/13 Restroom (Boys) Library/Main Hall Plumbing

Ross El (2627) 3B Toilet flush valve keep 
running

12/9/13 Restroom (Girls) New Building Plumbing

Ross El (2627) 3B GAS LEAK IN GYM - 
PM/SCOTT 416-1990

12/17/13 Plumbing

Ross El (2627) 3B "URGENT WOTK ORDER 
REQUEST"... Leaking 
water pipe, leaking behind 
the sink, thur the wall, into 
main hall

1/9/14 Restroom (Boys) Behind library Plumbing

Ross El (2627) 3B  Sink stopped up ... Water 
leaking through wall into 
hall way

1/15/14 Hallway/Corridor Pod #3 Connecting Lobby Plumbing

Ross El (2627) 3B Please ... unstop closet 
mop sink .. terrible odor 
!!!!!

1/15/14 Cafeteria Mop Sink Closet Plumbing

Ross El (2627) 3B ROOF DRAIN POD 1-
STOPPED UP PER SBE-
PLANT MGR SCOTT 416-
1990 KLR

1/15/14 Plumbing



Ross El (2627) 3B per mr scott 416-9536 girls 
restroom library hall has 
leaky water pipes beneath 
sink

1/30/14 Plumbing

Ross El (2627) 3B Cafeteria, Custodial Closet 
Mop Sink

2/3/14 Cafeteria Custodial Closet Plumbing

Ross El (2627) 3B "URGENT WORK ORDER 
REQUEST" Urnial stopp 
up, flooding restroom & 
main hall 

2/3/14 Restroom (Boys) Pod #2 Plumbing

Ross El (2627) 3B STORM DRAIN IS 
STOPPED UP & HAS 
FLOODED FRONT OF 
DOCK BY CAFE
PLANT MGR-
SCOTT/416.1990

2/5/14 Plumbing

Ross El (2627) 3B Girl's toilet leaking around 
flush valvue .. flooding 
restroom floor

2/7/14 Restroom (Girls) 2nd Floor New Building Plumbing

Ross El (2627) 3B Toilet Stopped Up ..waste 
water flooding restroom 
floor

2/12/14 Restroom (Boys) Pod #2 Plumbing

Ross El (2627) 3B Repair/replace inside 
classroom toilet ...  handle 
(broken) can't flush the 
toilet

2/19/14 Classroom Pod 3  Rm #W-18 Plumbing

Ross El (2627) 3B "URGENT WORK ORDER 
REQUEST" Urnial will not 
stop running, flooding 
restroom floor water 
running down hall  (Door 
Locked)

2/26/14 Restroom (Boys) Pod #1 KK-Hall Plumbing

Ross El (2627) 3B Urinal stopped up .. waste 
water flooding restroom 
floor

2/27/14 Restroom (Boys) Pod # 2 Plumbing



Ross El (2627) 3B Replace 80-gal water 
heater

3/5/14 Plumbing

Ross El (2627) 3B Urinal stop up/flush valve 
broken 

4/1/14 Restroom (Boys) East Annex Plumbing

Ross El (2627) 3B Urnial Stopped Up, Waste 
water flooding restroom 
floor when flushed

4/7/14 Restroom (Boys) Pod #1 Plumbing

Ross El (2627) 3B Assist with installing hot 
water heater

4/8/14 Plumbing

Ross El (2627) 3B Repair faucet girls 
restroom west pod.

4/11/14 Plumbing

Ross El (2627) 3B Repair/replace damage 
toilet seat

4/11/14 Restroom (Girls) Pod #1 (rear restroom) Plumbing

Ross El (2627) 3B Repair/replace toilet flush 
valve ..  will not flush

4/11/14 Restroom (Boys) Main Lobby Plumbing

Ross El (2627) 3B Flush valve broken, 
dripping water, flooding 
restroom floor

4/15/14 Restroom (Girls) Main Lobby Plumbing

Ross El (2627) 3B Urinal Stopped ..  "Terrible 
.. Terrible Odor"

4/16/14 Restroom (Boys) Pod # 2 (boys' front 
restroom))

Plumbing



Ross El (2627) 3B " URGENT WORK 
ORDER REQUEST" .. 
Classroom ceiling roof 
leaking (1/2 of the ceiling 
tile fell in floor .. teacher 
placed in another room)

4/28/14 Classroom Pod #1 Rm. W-10 Roof

Ross El (2627) 3B Replace ceiling tiles that 
have fallen due to roof 
leak.

6/3/14 Roof

Ross El (2627) 3B Classroom ceiling leaking 
around HVAC vent when it 
rain

9/20/13 Classroom East Annx ..Rm #E-53 Roof

Ross El (2627) 3B Repair/replace leaking roof 11/22/13 Hallway/Corridor Copy Lobby Roof

Ross El (2627) 3B Pod #3 connecting lobby 
roof leaking through ceiling 
light fixture

1/15/14 Hallway/Corridor Pod #3 Connecting Lobby Roof

Ross El (2627) 3B Repair/replace six (6) 
broken cafeteria .. 5' feet 
long folding bench type 
tables .. missing bolts and 
screws 

9/26/13 Cafeteria Dinning Area Sheet Metal



Count of Craft Craft
Location Carpentry Electrical HVAC Plumbing Roof Sheet Metal Grand Total

Sheffield CTC (2663) 3B 6 33 24 4 5 1 73
Grand Total 6 33 24 4 5 1 73



Location Request Description Submittal Date Area Description Area Number Craft
Sheffield CTC (2663) 3B Prep work for renovation. 10/21/13 Carpentry

Sheffield CTC (2663) 3B Remove wall to enlarge 
assistant principals office.

11/1/13 Carpentry

Sheffield CTC (2663) 3B Renovate shop area. 11/1/13 Carpentry

Sheffield CTC (2663) 3B  Please repair the door 
handle for the door 
between room 120 & 118 . 
The handle will not stay on 
the door & the key cylinder 
comes out.

1/10/14 Administration Area Guidance Office Rm. 120 Carpentry

Sheffield CTC (2663) 3B  Please repair this door the 
door jamb is loose on the 
hinge side . this makes the 
door hit the jamb on the 
left side of the door.Door 
frame is also loose on the 
hinge side.

9/12/13 Hallway/Corridor hotel lab south west door Carpentry

Sheffield CTC (2663) 3B Please repair class room 
exit door to stairwell . Pull 
handle bolts are broken 
and the handle is about to 
come off. this is a safety 
issue

10/17/13 2nd Floor  Auto body class  Rm. 204  
Mezzine 

Carpentry

Sheffield CTC (2663) 3B Install new power poles for 
room 124.

10/23/13 Electrical

Sheffield CTC (2663) 3B  please repair the light 
fixture in this room the 
ballast are bad.

10/25/13 Administration Area  Asst Principals office Rm. 
127

Electrical



Sheffield CTC (2663) 3B  Please repair the lights 
that are not working in this 
class room ,there are three 
that have bad ballast.

10/25/13 Classroom  Barbering Rm. 112                                Electrical

Sheffield CTC (2663) 3B  Please replace bad 
ballast in these rooms . 
202 has 
 2 lights with bad ballast. 
203 has 1 light with broken 
socket and bad ballast. 
these lights are 8ft " light 
fixtures.

10/28/13 Classroom  Mezzine up stairs Rm. 
202, 203 

Electrical

Sheffield CTC (2663) 3B  Request for 3 boxes of 
FO96/741/ECO T8 Single 
pin, 59 watt, 4100k  8 ft. 
light bulbs. For 
replacements

10/28/13 Custodial Closet  Rm. 108 Plant Mgr.'s 
office

Electrical

Sheffield CTC (2663) 3B  The light in this room is 
not working ,replaced 
bulbs butit still does not 
work cannot see to fill mop 
buckets or wring out mops. 

10/29/13 Custodial Closet  Rm. 105 next to the break 
area

Electrical

Sheffield CTC (2663) 3B Renovate shop area. 11/1/13 Electrical

Sheffield CTC (2663) 3B  I need 3 cases of  T-8 
light bulbs to replace 
burned out bulbs in class 
rooms.

11/11/13 Custodial  Plant Mgr.s Office Rm. 
108

Electrical

Sheffield CTC (2663) 3B  The bell clock time is 
flashing on the screen the 
incorrect time, and the 
bells are not ringing at all. 
Please repair as soon as 
possible.

12/9/13 Administration Area  Rm. 107 main office Electrical

Sheffield CTC (2663) 3B  The exhaust fan motor is 
not working in these bath 
rooms please repair as 
soon as possible.

12/16/13 Restroom (Boys)  In the Teacher lounge rm. 
119

Electrical

Sheffield CTC (2663) 3B  Please repair the 
Emergency generator it 
does not complete its 
weekly test run,the alarm 
went off showing low 
engine temperture.Please 
check the fluids levels and 
the time it is suppose to 

1/10/14 Grounds  Emergency Generator out 
side Auto Body shop 

Electrical



Sheffield CTC (2663) 3B Replace burn out lamps 
that are too high for sbe to 
reach in the Logistics shop 
area.

1/15/14 Electrical

Sheffield CTC (2663) 3B  Please repair the  lights 
that have bad ballast in 
these rooms there are 4.

2/27/14 Rm. 131 & 133 
cosmetology lab & class

Electrical

Sheffield CTC (2663) 3B  Please repair the light  
that flashes on & off, 
ballast is bad in this room.

2/27/14 Administration Area Rm. 120 Guidance office Electrical

Sheffield CTC (2663) 3B  I need 3 cases of T8's 
light bulbs, for class rooms 
and hallways.

3/6/14 Custodial  Plant Mgrs. office rm. 108 Electrical

Sheffield CTC (2663) 3B Please repair the ballast in 
this class room that are 
not working. there are 7 
lights that do not work.

7/17/13 Classroom Rm. 116 Electrical

Sheffield CTC (2663) 3B Please change the bell 
schedule, to the new bell 
scedule , per the 
Principal's request. For the 
2013 - 2014 school year, 
before school starts.

7/18/13 Administration Area Main Office Rm. 107 Electrical

Sheffield CTC (2663) 3B  Please repair the 
following building lights. 
1light middle of building 
west side, 2 lights west 
side by shops, 1 light east 
side by shops. Needed for 
security.

7/20/13 Grounds Main building Electrical

Sheffield CTC (2663) 3B  Please repair the lights 
that do not work in these 
rooms the ballast or the 
bulbs are bad.

7/22/13 Classroom Rms. 135 151 152 136 
124 126 120 

Electrical

Sheffield CTC (2663) 3B Request for 5 cases of 
lights F32T8's for class 
rooms and hallways to 
replace burned out lights.

7/22/13 Custodial Rm. 108 Electrical



Sheffield CTC (2663) 3B  The Principal has 
requested to make some 
additional changes to the 
bell schedule . Please 
correct this as soon as 
possible.

7/23/13 Administration Area Rm. 107 Main office Electrical

Sheffield CTC (2663) 3B  `I need  3 cases of lights 
to replace bulbs that are 
burned out . The 5 cases 
we requested before have 
been used.

8/16/13 Custodial Room 105 Electrical

Sheffield CTC (2663) 3B  The bell schedules have 
changed again . And the 
Principal has requested to 
have the bell times reset to 
the new schedule. As soon 
as possible

9/16/13 Administration Area  Main office rm. 107 Electrical

Sheffield CTC (2663) 3B  Please repair the Venta 
hood light switch it will not 
turn off. The lights stay on 
all the time. This switch is 
a toggle switch.

10/15/13 Kitchen Culinary Arts Lab rm. 151 Electrical

Sheffield CTC (2663) 3B   I need 2 cases of U 
shaped light bulbs, for the 
2' x 2'    light fixtures .I 
have 8 lights. The part # is 
TL80 FB32T8/TL841/6. 16 
bulbs needed.

3/31/14 Custodial  Rm. 108 Plant Mgrs. 
office

Electrical

Sheffield CTC (2663) 3B Please repair the 2x2 
lights that have bad ballast 
in them by the exit.

4/9/14 Clinic Rm. 134 Electrical

Sheffield CTC (2663) 3B Provide power for heater. 4/29/14 Electrical

Sheffield CTC (2663) 3B  Please repair the lights 
that are not working in this 
area ,there are two lights 
with bad ballast.

4/30/14 Administration Area  Break area main lobby Electrical

Sheffield CTC (2663) 3B  Please repair the light that 
is out in this room ballast 
are bad .

4/30/14 Classroom Rm. 151 laundry room Electrical



Sheffield CTC (2663) 3B Please repair light by wash 
sink ballast bad .

5/8/14 Classroom Rm. 102 Electrical

Sheffield CTC (2663) 3B FIRE ALARM IS 
SHOWING IN TROUBLE 
PLANT MGR-
MILLOWAY/674.3149

6/6/14 Electrical

Sheffield CTC (2663) 3B Please repair the flag pole 
cable, it has broken loose 
& needs repair.

6/24/14 Grounds Flag Pole east side of 
building

Electrical

Sheffield CTC (2663) 3B  Please install two 
electrical outlets to support 
the two new styling 
stations in this class. 
outlets needed to use hair 
dryers, curling irons, ect.

10/17/13 Classroom  Barbering class Rm. 112 Electrical

Sheffield CTC (2663) 3B Monthly - Filter-Sheffield 
CTC - Refer to PM 
schedule details.

10/20/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B RTU NOT COMING ON IN 
RM-203.
PLANT MGR-
MILLOWAY/6743149

10/29/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B room 116 blowing cold air 
per Mr. milloway 416-2340

11/14/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B purchase new unit heaters 
for new wharehouse area

11/15/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B RTU-1 MEZZANINE RM 
203-NOT HEATING & 
RUNS ALL THE TIME 
WITHOUT CYCLING OFF-
PLANT MGR MILLERWAY 
416-2340 KLR

11/15/13 Heating/Ventilation /Air 
Conditioning



Sheffield CTC (2663) 3B purchase new 10 ton rtu 12/11/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B RTU-1 MEZZANINE AREA-
NOT HEATING-PLANT 
MGR MILLERWAY 416-
2340  KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B RTU PRIN'S OFC-NOT 
COOLING-PLANT MGR 
MILLERWAY 416-2340 
KLR

2/20/14 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B Monthly - Filter-Sheffield 
CTC - Refer to PM 
schedule details.

2/23/14 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B Monthly - Air Comp-
Outside NW Corner-
Sheffield CTC - Refer to 
PM schedule details.

3/16/14 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B Monthly - Air Comp-Near 
Auto Shop-Sheffield CTC - 
Refer to PM schedule 
details.

3/16/14 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B clean coils on roof 7/2/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B RTU#4 NOT COOLING IN 
RM-117(041).
PLANT MGR-
MILLOWAY/416.2340

7/29/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B RTU RM 134 CLINIC-NOT 
COOLING-SBE 
MILLERWAY 416-2340 
KLR

8/1/13 Heating/Ventilation /Air 
Conditioning



Sheffield CTC (2663) 3B Hotel Lab Room 136 1 
stage bad condenser fan 
Unit #11 248036 per Mr. 
Milloway 416-2340

8/5/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B a/c not cooling in the hotel 
lab #136 (roof top unit) per 
Mr. Milloway 416-2340

8/22/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B Monthly - Air Comp-
Outside NW Corner-
Sheffield CTC - Refer to 
PM schedule details.

9/15/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B Monthly - Air Comp-Near 
Auto Shop-Sheffield CTC - 
Refer to PM schedule 
details.

9/15/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B RTU-11 SERVES 
TOURISM LAB-
FREEZING UP & 
LEAKING-PLANT MGR 
MILLERWAY 416-2340 
KLR

9/30/13 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B ROOFTOP UNIT is NOT 
COOLING in AUTO BODY 
CLASS, ROOM 204 per 
Mike Milloway, Plant Mgr. 
416.2340

5/6/14 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B Monthly - Filter-Sheffield 
CTC - Refer to PM 
schedule details.

6/22/14 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B  Please replace the filters 
they have not been 
changed since last July or 
August.

3/21/14 Annex  Roof top units # 1- 11 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B Monthly - Oil Lube & Belt-
Sheffield CTC - Refer to 
PM schedule details.

8/13/13 Heating/Ventilation /Air 
Conditioning



Sheffield CTC (2663) 3B Monthly - Oil Lube & Belt-
Sheffield CTC - Refer to 
PM schedule details.

3/17/14 Heating/Ventilation /Air 
Conditioning

Sheffield CTC (2663) 3B Renovate shop area. 11/1/13 Plumbing

Sheffield CTC (2663) 3B  Please repair the leaking 
sink in this room ,cannot 
cut all the way off.

11/20/13 Library  Room 214 Plumbing

Sheffield CTC (2663) 3B  Please repair the leaking 
faucet in this bath room

1/10/14 Restroom (Boys)  Rm. 108 Main lobby Plumbing

Sheffield CTC (2663) 3B  Please repair toilet ,the 
flush valve pipe leaks 
when you flush at the base 
of the pipe

9/12/13 Restroom (Girls)  Hotel lab  rm. 148 Plumbing

Sheffield CTC (2663) 3B  Please repair the roof leak 
out side the door, to the 
clinic in the east hallway, 
next to the water fountain. 

11/26/13 Hallway/Corridor  By room 134 clinic Roof

Sheffield CTC (2663) 3B  Please repair the roof leak 
in this bath room ,it is 
leaking around the 
exhaust vent comeing 
through the roof.

1/13/14 Administration Area  Handi - cap bath room in 
room 119 

Roof

Sheffield CTC (2663) 3B Need roofer help with 
sealing penetrations 
around gas piping and 
vents on new heating 
units.

1/21/14 Roof

Sheffield CTC (2663) 3B  The roof is leaking again 
in this bath room . Water is 
leaking through the 
exhaust fan duct on the 
roof, please repair as soon 
as possible.

2/4/14 Administration Area  Rm. 119 handicap bath 
room

Roof



Sheffield CTC (2663) 3B  Please repair the roof leak 
by the return Air grill in the 
hallway, it leaks water on 
the carpet when it rains .   

7/29/13 Classroom Rm. 136 hallway Roof

Sheffield CTC (2663) 3B Remove duct from the 
ceiling and throughout the 
shop area on the east 
side.

12/10/13 Sheet Metal



Location Request Description Submittal Date Area Description Area Number Craft
Sheffield El (2655) 3B  Teacher has complained 

about the floor tlles coming 
loose on the floor. This is a 
tripping hazard and needs 
repair as soon as possible. 
P. E. class

5/16/14 Portables  # 216 Asbestos

Sheffield El (2655) 3B Please make repairs to the 
play ground surface in the 
Kinder Garden play area. 
The rubber squares are 
curling on the edges, 
causeing the surface to be 
uneven. This is a trip 
hazard to the children. I 

4/8/14 Courtyard Kinder Garden Play 
ground

Asbestos

Sheffield El (2655) 3B Remove insulation for 
plumbers to repair pump.

4/14/14 Asbestos

Sheffield El (2655) 3B We have just received 2 
computer laptop chargeing 
cabinets. These units 
require a separate circuit 
for each unit to operate 
correctly. Please install a 
wall outlet in this room ,so 
that these units can be 

2/7/14 Administration Area conferance Rm. #116-A Cabling

Sheffield El (2655) 3B  Please install the new  42" 
TV. on the wall in the main 
office Per Principal 
request.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

2/11/14 Administration Area main Office Rm. 116 Cabling

Sheffield El (2655) 3B  Requested by the 
Principal for the new video 
screen to be Installed in 
the cafetorium in the stage 
area , and hung from the 
ceiling . The unit is very 
heavy, and will require a 
scaffold or lifting jack to 

2/10/14 Cafetorium Stage area Cabling

Sheffield El (2655) 3B The door handle to this 
portable is comming off 
Please repair as soon as 
possible.

4/29/14 Portables #179 Carpentry

Sheffield El (2655) 3B Please repair the hand rail 
on this portable. the wood  
railing is comming loose at 
the bottom where it is 
nailed on and some of the 
slats have been kicked off 
.This is a safety hazard.

4/22/14 Portables # 24 Carpentry



Sheffield El (2655) 3B Please repair the ramp to 
this portable. the floor is 
caveing in on the walk 
way.This is a safety 
hazard.

6/24/14 Portables # 264 Carpentry

Sheffield El (2655) 3B Floor tiles coming up in all 
Portables 267,268 and 
124 too.Floors are coming 
up bacause of clean 
solution   

6/11/14 Portables 169,179,214,216 ,266 Carpentry

Sheffield El (2655) 3B Please repair the loose 
floor tiles that are coming 
up in these portables 
before school starts.

6/17/14 Portables # 179, 169, 141,266,267 Carpentry

Sheffield El (2655) 3B  Please repair The walk 
ramps to these porables. 
The 4x8 sheets of plywood 
are coming loose at the 
joints , some have soft 
spots where the wood may 
be rotten . This is a trip 
hazard and needs repair 

4/17/14 Portables # 267,268 Carpentry

Sheffield El (2655) 3B  please repair the broken 
hand rail on the ramp at 
portable  #268 per. teacher 
request. needed for safety.

4/3/14 Portables #268 Carpentry

Sheffield El (2655) 3B please replace missing 
floor tiles on landing exit

6/20/14 1st Floor east Stair well exit in room 
117 

Carpentry

Sheffield El (2655) 3B  Please repair the stained 
floor tlle in this Office. Per 
Principals request. We 
have the matching tile to 
use. 

8/6/13 Administration Area  Asst. Principals Office Carpentry

Sheffield El (2655) 3B  Please repair the 2 doors 
to this area the doors are 
hitting the door jamb and 
are hard to open& close.

9/12/13 Administration Area Teacher Lounge by main 
office

Carpentry

Sheffield El (2655) 3B  Please repair the doors to 
these rooms. The doors 
are hitting the door jambs 
making it hard to open & 
close . Needed for safety 
reasons. 

9/12/13 Custodial Closet Rm. 109 & 111 &bath room Carpentry



Sheffield El (2655) 3B  The Teacher in portable 
169 needs a grease board 
installed in this class room 
, for instruction.

8/15/13 Portables #169 Carpentry

Sheffield El (2655) 3B  The Secretary has 
requested to have the new 
safe ,bolted to the floor in 
her office for security 
reasons.

11/14/13 Administration Area  Financial Secretary Office 
Rm. 116-B

Carpentry

Sheffield El (2655) 3B Please install marker 
board in the principals 
office

10/14/13 Administration Area Principals Office 114 Carpentry

Sheffield El (2655) 3B Please install 4 x 4 marker 
board in this room.

10/15/13 Administration Area Conference room Carpentry

Sheffield El (2655) 3B  Please install a marker 
board in this office.

10/15/13 Administration Area office Carpentry

Sheffield El (2655) 3B  Please repair the door 
handle hardware ,it has 
come loose on the door . 
And it makes it hard to 
open the doors on one 
side.

1/9/14 Hallway/Corridor North east hallway smoke 
doors by court yard

Carpentry

Sheffield El (2655) 3B  The door in this room is 
rubbing the jamb & makes 
it hard to unlock & open. 
Please repair.

11/6/13 Library  Rm. 214-B Parent 
resource center.    

Carpentry

Sheffield El (2655) 3B Please repair the exit 
doors to the stairwell in the 
back of this class, the 
panic hardware is not 
working and the room 
canot be secured . Due to 
recent vandalism this 
needs to be done as 

1/27/14 Classroom Rm. 200 Stairwell doors Carpentry

Sheffield El (2655) 3B  Please repair the door 
closer hold open arm. the 
srews are broken and the 
hinge has come off the 
frame.

4/30/14 Classroom Rm. # 117 by main 
entrance

Carpentry



Sheffield El (2655) 3B Please replace stained 
floor tiles in this area. 
there are two sections. 

6/20/14 Classroom 117 tile floor area Carpentry

Sheffield El (2655) 3B Per. Principal's request, 
Please repair this exit door 
on the right hand side. The 
lock does not work ,master 
key does not fit it.This is 
needed to control traffick 
into this hallway as soon 
as possible.

4/7/14 Hallway/Corridor Northeast exit doors to the 
Kinder Garden classes

Carpentry

Sheffield El (2655) 3B  Teacher has complained 
about the floor tlles coming 
loose on the floor. This is a 
tripping hazard and needs 
repair as soon as possible. 
P. E. class

3/31/14 Portables  # 216 Carpentry

Sheffield El (2655) 3B The Principal has 
requested for the Stairs in 
each Stairwell to be tiled.

5/22/14 Hallway/Corridor stair well Stairs Carpentry

Sheffield El (2655) 3B Please repair the the door 
on the right hand side . 
The thumb latch does not 
lock the door when the 
cylinder is locked.needed 
to secure cafetorium in the 
hallway.

4/30/14 Cafetorium West hall right hand set of 
double doors

Carpentry

Sheffield El (2655) 3B  Please repair the loose 
floor titles in this portable . 
This is a trip hazard, and 
needs to be corected

9/13/13 Portables Unit #179 Carpentry

Sheffield El (2655) 3B  Please repair the loose 
floor tiles  in this portable  
there are at lease 30 or 
more. this is a trip hazard 
,and needs attention as 
soon as possible.

9/19/13 Portables  # 216 Carpentry

Sheffield El (2655) 3B  Please repair the missing 
or broken spindles on the 
walk ramps, for safety 
reasons   

9/23/13 Portables #- 266 267,268 215 Carpentry

Sheffield El (2655) 3B  Patch & replace floor tile 
& cove base as needed 
,before school starts

7/23/13 Portables 179,169,216,266,267 Carpentry



Sheffield El (2655) 3B Replace damaged or 
missing ceiling as needed

7/23/13 Portables  141,24 Carpentry

Sheffield El (2655) 3B  please install a grease 
board in this portable for 
class room instruction.

8/15/13 Portables #169 Carpentry

Sheffield El (2655) 3B  Please remove the grease 
board from this class room 
and relocate it to the 
portable #169

8/14/13 1st Floor Instructional area by main 
office

Carpentry

Sheffield El (2655) 3B  Please install a marker 
board in this class room.

10/15/13 1st Floor  Class room 117 Carpentry

Sheffield El (2655) 3B  Please repair the pull 
handle on the stairwell 
door . The bolts have 
come loose and one is 
missing.

12/10/13 1st Floor  Stairwell door by main 
entrance

Carpentry

Sheffield El (2655) 3B Please repair the 2 sets of 
double doors to the 
cafetorium. They need to 
be able to lock them from 
the hallway side to secure 
this area.Due to recent 
vandalism, the Principal 
has requested to have this 

1/27/14 Cafetorium Rm.        east hallway by 
the main office

Carpentry

Sheffield El (2655) 3B Please repair the door 
closer arm to the stairwell 
door that has come loose 
from the door frame. for 
safety reasons

4/29/14 2nd Floor Stairwell exit doors by 
library

Carpentry

Sheffield El (2655) 3B BACK DOOR WONT 
OPEN IN PORT-24.
PLANT MGR-
MILLOWAY/416.2630

8/5/13 Carpentry

Sheffield El (2655) 3B RAMP TO PORT 24-HAS 
A ROTTEN BOARD AND 
A TEACHER ALMOST 
FELL TRYING TO GET 
INTO PORT-SBE 
MILLERWAY 416-2360 
KLR

8/20/13 Carpentry



Sheffield El (2655) 3B PORT 169-HAS A LARGE 
HOLE IN FLOOR AT 
ENTRANCE DOOR-
ANYONE COULD EASILY 
STEP IN IT AND HURT 
THEMSELVES PER SBE-
PLANT MGR MILLERWAY 
416-2360 KLR

8/26/13 Carpentry

Sheffield El (2655) 3B The Principal has 
requested to have all 
Portables ramps repaired 
and any rotten or splitting 
wood that is damaged be 
replaced before school 
starts.

5/20/14 All Portables Carpentry

Sheffield El (2655) 3B PORTABLE RAMP #214 - 
ON THE SO. SIDE ALL 
LANDING BOARDS HAS 
BEEN TAKEN OFF  & ON 
THE NORTH SIDE OF 
PORT - THE HANDRAIL 
HAS BEEN KNOCKED 
OFF - PM/MILLERWAY 

3/5/14 Carpentry

Sheffield El (2655) 3B Replace panic bars on 
entry doors to east side of 
building.

5/6/14 Carpentry

Sheffield El (2655) 3B Install marker boards in  5 
portables that are being 
used for class rooms.

8/5/13 Carpentry

Sheffield El (2655) 3B Please repair wall in 
portable 024 where water 
has damaged paneling.

7/5/13 Carpentry

Sheffield El (2655) 3B Please repair the exit door 
to this portable. The door 
jamb has come loose at 
the top on the left side of 
the jamb &makes it hard to 
secure this portable.

7/17/13 Portables  169 class room Carpentry

Sheffield El (2655) 3B  Portables 268 & 214 need 
2 thresholds  for the 2 
doors in each  portables. 
Please repair as soon as 
possible.

7/17/13 Portables 268 & 214 class room Carpentry

Sheffield El (2655) 3B  Please repair the axcess 
ramps to these portables 
the wood decking is rotten 
,loose & broken

7/18/13 Portables 264 & 265 Carpentry



Sheffield El (2655) 3B please do the the following 
repairs on portable #267 
Repair axcess ramp & 
railing &patch any floor tile 
that are loose or need to 
be replaced

7/17/13 Portables portable 267 Carpentry

Sheffield El (2655) 3B  Please repair the loose 
floor tiles in this portable 
as soon as possible . This 
is a trip hazard.

10/16/13 Portables # 169 Carpentry

Sheffield El (2655) 3B  Please repair the walk 
ramp to this portable, the 
plywood sheets that are 
used for the walkway are 
swollen from rain and are 
sticking up where they are 
joined together. I spoke to 
Mr. Williams about this 

10/22/13 Portables  # 179 Carpentry

Sheffield El (2655) 3B  Please repair the metal 
hand rail on this portable . 
the hand rail support arms 
are broken, & the rail is 
laying on the ramp floor.

11/7/13 Portables  #266 Carpentry

Sheffield El (2655) 3B  please repair the floors in 
these portibles . 169 has a 
week spot next to the 
thermostat on the wall. 
267 has a hole in the 
floor,about 6 inches across 
next to the back wall under 
the windows. needed for 

1/29/14 Portables # 169 & 267 Carpentry

Sheffield El (2655) 3B Please install  2 white 
boards on the walls in this 
portable per teacher 
request. For class room 
instruction.

1/22/14 Portables  # 214 Carpentry

Sheffield El (2655) 3B  Please repair the three 
lights that have bad ballast 
in this portable as soon as 
possible.

2/17/14 Portables # 179 Electrical

Sheffield El (2655) 3B  Please repair the lights in 
these portables that have 
bad ballast . There are 7 of 
them

3/11/14 Portables 216,268,267,266, Electrical

Sheffield El (2655) 3B  Please repair the lights 
that have bad ballast in 
these portables.Replaced 
bulbs.

3/6/14 Portables  #179, 169,214 Electrical



Sheffield El (2655) 3B The exhaust fan blower for 
the bath rooms in the 
equipment room does not 
have a belt . please 
replace it  and check 
motor. 

4/14/14 Mechanical Room  room 109 access to 
mechanical

Electrical

Sheffield El (2655) 3B  Both lights fixtures in this 
bath room were painted 
shut when the ceiling was 
painted . Icannot open the 
covers to replace the 
bulbs. Need help to 
resolve this. Light fixture 
needs to be replaced or 

9/24/13 Restroom (Boys) Kinder garden Hall by 
clock

Electrical

Sheffield El (2655) 3B I need 1 case of  lights for 
the elevator part # 
f30t12/cw/rs

6/20/14 Elevator room 117 C Electrical

Sheffield El (2655) 3B Please repair the light that 
is blinking by the double 
doors , the ballast is bad.

5/30/14 1st Floor Instructional area room 
117

Electrical

Sheffield El (2655) 3B Please repair the 
emergency lights in this 
office ,they do not work . 
the Fire Marshall did an 
inspection.

5/7/14 Administration Area Main Office Electrical

Sheffield El (2655) 3B  Request for  3 cases of F 
72 t 12 / C W / HO lights 
for the Hall way and 
Administration Area.

8/16/13 Custodial Closet Plant Mgr.s Office Electrical

Sheffield El (2655) 3B Please repair the flag pole 
cable it has brooken loose 
and needs repair.

6/24/14 Grounds Flag Pole front of school Electrical

Sheffield El (2655) 3B  please repair the cable to 
the flag pole .The plastic 
coating has come off and it 
makes it hard to raise and 
lower the Flag . Replace 
the flag clips too. 

10/4/13 Grounds   Flag Pole by main 
entrance

Electrical

Sheffield El (2655) 3B  Please repair the 
following 4 lights are out 
on the east side. 2 lights 
are out in the fenced in 
court yard, 1 light out on 
the main entrance right 
side front. 2 lights are out 
on the west sideby the 

7/20/13 Grounds Main building& grounds Electrical



Sheffield El (2655) 3B  Please repair the flag pole 
the rope has come loose 
from the clamps  and 
fallen to the ground.

12/2/13 Grounds  Flag pole in front of 
school

Electrical

Sheffield El (2655) 3B  Please repair the lights on 
the building that are not 
working on the west 
parking lot. We have after 
care in the school till 6:30 
pm. this is needed for 
security & safety, thanks 
for your attention to this 

1/29/14 Grounds  West parking lot on Chuck 
Ave. 

Electrical

Sheffield El (2655) 3B  The main bell clock in the 
Office in out of order. The 
time clock is flashing and 
the time is wrong , please 
repair or reset as needed.

12/11/13 Administration Area  Main Office Rm. 116 Electrical

Sheffield El (2655) 3B Please repair the 
emergency light  on the 
back wall  that is not 
working. Fire Marshall did 
an inspection.

5/7/14 Kitchen Backwall Electrical

Sheffield El (2655) 3B  The flag pole cable is 
rapped around the pole, 
which makes it hard to 
raise the flag. Please 
repair

2/21/14 Grounds  Flag Pole in front of 
school

Electrical

Sheffield El (2655) 3B  Please repair the 2 light 
fixtures by the clock on 
this hallway the ballast are 
bad & do not work.

9/24/13 Hallway/Corridor By the court yard Electrical

Sheffield El (2655) 3B   Please repair the exit 
door building light on the 
west side of the building, 
the light cover has come 
off & the glass lense is 
broken.

9/19/13 Hallway/Corridor Exit doors west side of 
building  by generator.

Electrical

Sheffield El (2655) 3B Please repair the lights in 
these rooms the ballast 
are bad. There are 8 lights 
,bulbs have been 
replaced. 

3/11/14 Classroom Rm. 106, 107 Electrical

Sheffield El (2655) 3B Please repair the lights in 
these rooms the ballast 
are bad. There are 8 lights 
,bulbs have been 
replaced. 

3/11/14 Classroom Rm. 101,103,104 Electrical



Sheffield El (2655) 3B  Please repair the lights 
that have bad ballast in 
this room there are 11 of 
them. Bulbs have been 
replaced.

3/6/14 Classroom # 200 upstairs Electrical

Sheffield El (2655) 3B The light switch for the 
stage lights faceing the 
stage is broken. Please 
repair we cannot turn off 
the lights.

5/12/14 Cafetorium Flood lights for the stage Electrical

Sheffield El (2655) 3B  Please check all exit 
ligjhts to see if they are 
working properly

2/24/14 1st Floor  All exit lights Electrical

Sheffield El (2655) 3B  Please repair the 2 lights 
that are not working in the 
teachers lounge , bulbs 
have been replaced, 
ballast are bad .

9/9/13 1st Floor  Teachers Lounge by main 
office

Electrical

Sheffield El (2655) 3B  Please repair the tamper 
proof light switches for the 
hallway lights.

11/7/13 2nd Floor  Hallway by double doors Electrical

Sheffield El (2655) 3B  Please repair the orange 
wall socket in this room 
the red light on the socket 
has gone out. And the 
buzzer went off. 

10/21/13 2nd Floor  Teacher prep. office Rm. 
215 -C

Electrical

Sheffield El (2655) 3B  Please repair the broken 
light switch in this room. 
the lights in this room will 
not stay on.

10/31/13 2nd Floor  Rm. 215 Teacher Prep. 
Office North/East corner.  

Electrical

Sheffield El (2655) 3B  Please repair the broken 
light switch in this room. 
the lights in this room will 
not stay on.

11/1/13 2nd Floor  Rm. 215 Teacher Prep. 
Office North/East corner.  

Electrical

Sheffield El (2655) 3B Please repair the burned 
out bulbs on the trac light 
bar above the stage. You 
will need the Electricians 
schaffeling to reach the 
lights .Needed for 
programs.

1/17/14 Cafetorium Stage Area Electrical



Sheffield El (2655) 3B  Please repair the flood 
lights on the ceiling . they 
are not working & may be 
burned out. You will need 
the Electricians scaffeling 
to be able to reach them 
.needed for programs.

1/17/14 Cafetorium  Stage area Electrical

Sheffield El (2655) 3B I need 3 cases of  F32T8's 
lights for class rooms & 
hallways

2/11/14 Custodial Rm. 117-C Plant MGR.s 
Office

Electrical

Sheffield El (2655) 3B  Ineed 3 cases of 
F72T12/CW/HO Lights. 
These bulbs are 6-ft long 
and 85 watts for hanging 
lights in Administration 
area and hallways``

10/18/13 Custodial  Plant Mgr.s Office rm. 117-
C

Electrical

Sheffield El (2655) 3B  Please repair the light that 
is not working in this room 
the ballast are bad. Only 
one light working.

10/16/13 Custodial  Break room Electrical

Sheffield El (2655) 3B  I need 6 cases of T- 8 
light bulbs to replace 
burned out bulbs at 
sheffield Elementary & 
Shrine schools.

11/11/13 Custodial  Plant Mgr.s office Rm.117-
c

Electrical

Sheffield El (2655) 3B  Please check all exit lights 
to see if they are working 
preperly

2/24/14 2nd Floor  All exit lights Electrical

Sheffield El (2655) 3B  I need 5 cases of lights 
F32t8,.For class rooms & 
hallways.To replace bulbs 
that are burned out.

8/6/13 Custodial Plant Mgrs. Office Electrical

Sheffield El (2655) 3B  Request for 5 cases of 
lights, F32T8's for class 
room and hallways to 
replace burned out ones. 

7/22/13 Custodial Plant Mgrs.office Electrical

Sheffield El (2655) 3B  I need 5 cases of T8 light 
bulbs for class rooms 
replacement.

9/12/13 Custodial  Rm. 117-C Electrical



Sheffield El (2655) 3B  request for 1 dozen each 
40 , 60 , 75 watt screw in 
bulbes

8/20/13 Custodial Plant Mgr. Office Electrical

Sheffield El (2655) 3B UNITS NOT COMING ON 
IN PORT-141,169.
SBE-MILLOWAY/416-
2340

7/15/13 Electrical

Sheffield El (2655) 3B UNIT #7 NOT COMING 
ON IN RM-200.
PLANT MGR-
MILLOWAY/416.2360

8/8/13 Electrical

Sheffield El (2655) 3B A/C IN PORT 141-NOT 
COMING ON-PLANT 
MGR MILLERWAY 416-
2360 KLR

8/19/13 Electrical

Sheffield El (2655) 3B WATER HEATER FOR 
KITC KEEPS TRIPPING 
HAS TO CONSTANTLY 
RESET - PM/MILLERWAY 
416-2360

8/27/13 Electrical

Sheffield El (2655) 3B LIGHTS ASST PRIN'S 
OFC-ALL JUST WENT 
OUT AND WON'T COME 
BACK ON-MAY BE LIGHT 
SWITCH-PLANT MGR 
MILLERWAY 416-2360 
KLR

12/16/13 Electrical

Sheffield El (2655) 3B Unit in 107 is NOT 
COMING ON per Mr. 
Millerway, Plant Mgr. 
416.2400

1/7/14 Electrical

Sheffield El (2655) 3B NO POWER TO MAIN 
OFC RECEPTACLES-
WILL NEED-PLANT MGR 
MILLERWAY 416-2360 
KLR

10/2/13 Electrical

Sheffield El (2655) 3B STRONG BURNING 
SMELL IN BOILER RM-
DON'T KNOW EXACTLY 
WHERE IT'S COMING 
FROM-PLANT MGR 
MILLOWAY 416-2360 KLR

4/14/14 Electrical



Sheffield El (2655) 3B UNIT NOT COMING ON 
IN PORT-267
PLANT MGR-
MILLOWAY/674.3149

4/15/14 Electrical

Sheffield El (2655) 3B A/C PORT 266-NOT 
COMING ON-PLANT 
MGR MILLERWAY 416-
2360 KLR

4/29/14 Electrical

Sheffield El (2655) 3B UNIT NOT COMING ON 
IN PORT-166
PLANT MGR-
MILLOWAY/674.3149

5/6/14 Electrical

Sheffield El (2655) 3B Repair broken light fixture 
on east side of building.

2/26/14 Electrical

Sheffield El (2655) 3B Repair vent a hood that is 
not coming on in the 
kithcen.

12/16/13 Electrical

Sheffield El (2655) 3B ventahood in kitchen is not 
working, cannot get to 
come on (inspector is 
there also) per Mr. 
Milloway 416-2360

10/28/13 Electrical

Sheffield El (2655) 3B Room 108 a/c drain 
stopped up and quit 
working per Mr. Milloway 
416-2360

8/7/13 Electrical

Sheffield El (2655) 3B Repair outlet in cafe for 
milk box.

8/5/13 Electrical

Sheffield El (2655) 3B Make sure all lights are 
working in portables 215, 
024, 216, and 268.

7/5/13 Electrical



Sheffield El (2655) 3B Portable # 268 ac not 
coming on.

7/9/13 Electrical

Sheffield El (2655) 3B  Please repair the 
following light poles by 
portables 264, 265, 266, 
267, 216, 179, 169, & 24. 
There are 9 lights that are 
not working. Needed for 
security.

7/20/13 Portables light poles Electrical

Sheffield El (2655) 3B  Please repair the lights 
that have bad ballast in 
this portable.

10/25/13 Portables  #169 Electrical

Sheffield El (2655) 3B  The Principal has 
requested to have all of 
the thermostats, repaired 
or replaced, to better 
control the temperture in 
the class rooms ,Office 
area , Cafetorium & halls 
.THIS NEEDS TO BE 

8/30/13 Administration Area  1st floor, 2nd floor Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Yearly - Cooling 
Towers(STRAINERS)-
Sheffield Elem - Refer to 
PM schedule details.

3/24/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Monthly - Oil Lube & Belt-
Sheffield Elementary - 
Refer to PM schedule 
details.

3/7/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Monthly - Oil Lube & Belt-
Sheffield Elementary - 
Refer to PM schedule 
details.

8/9/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Monthly - Filter-Sheffield 
Elementary - Refer to PM 
schedule details.

2/21/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Monthly - Filter-Sheffield 
Elementary - Refer to PM 
schedule details.

6/20/14 Heating/Ventilation /Air 
Conditioning



Sheffield El (2655) 3B Monthly - Filter-Sheffield 
Elementary - Refer to PM 
schedule details.

10/25/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B A/C UNITS in ROOMS 
101, 104, and 107 are 
NOT COOLING per Mr. 
Milloway, Plant Mgr. 
416.2360 

6/23/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Power Outage in Portable 
#214 A/C BREAKER is 
causing MAIN BREAKER 
to TRIP per Mr. Milloway, 
Plant Mgr. at 
901.288.9130.

7/19/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B CHILLERS IS NOT 
COMING ON,.S BE 
MILLOWAY 416- 

7/22/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B UNIT #8 NOT COOLING 
THRU RM-200(032).
PLANT MGR-
MILLOWAY/416.2360

8/8/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Portable #215 unit is NOT 
HEATING per Mr. 
Millerway, Plant Mgr. 
416.2360

1/24/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B HEAT PORT 266-NOT 
COMING ON-PLANT 
MGR MILLERWAY 416-
2360 KLR

2/3/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B HEAT PORT 141-NOT 
HEATING, BLOWING 
VERY LITTLE HEAT-
PLANT MGR MILLERWAY 
416-2360 KLR

2/3/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B UNIT NOT COMING ON 
IN PORT-266.
PLANT MGR-
MILLOWAY/416.2360

2/11/14 Heating/Ventilation /Air 
Conditioning



Sheffield El (2655) 3B A/C NOT COOLING IN 
RM 105 KINDERGARTEN-
SBE MILLERWAY 416-
2360 KLR

8/13/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B UNIT NOT COOLING IN 
PORT-169.
SBE-MILLOWAY/

7/23/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B PORTABLE# 141 & 169 
ARE NOT COMING ON. 
SBE MILLIOWAY 416-

7/29/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B UNIT NOT COOLING IN 
AUDIT.
PLANT MGR-
MILLOWAY/416.2360

7/30/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B A/C IN PORT 216-NOT 
COOLING-SBE 
MILLERWAY 416-2340 
KLR

8/15/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B AHU'S CAFE AREA-
CONDENSATION 
LEAKING-WALLS AND 
FLRS ARE SWEATING, 
BUT THE UNIT IS 
BLOWING COLD PER 
PLANT MGR-PLANT MGR 
MILLERWAY 416-2360 

8/19/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B CHILLER NOT COMING 
ON.
PLANT MGR-
MILLOWAY/674.3149

9/18/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B UNIT NOT HEATING IN 
PORT-268.
PLANT MGR-
MILLOWAY/674.3149

11/4/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B HEAT PORT 214-NOT 
HEATING-PLANT MGR 
MILLERWAY 416-2360 
KLR

11/7/13 Heating/Ventilation /Air 
Conditioning



Sheffield El (2655) 3B UNIT NOT COMING ON 
PORT-268
PLANT MGR-
MILLOWAY/674.3149

12/9/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B HEAT KINDERGARTEN 
AREA RMS 101, 102, 103, 
104, 105, & 107-ALL NOT 
HEATING-PLANT MGR 
MILLERWAY 416-2360 
KLR

12/10/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B A/C PORT 215-NOT 
COOLING-SBE 
MILLERWAY 416-2360 
KLR

8/7/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Unit is NOT COMING ON 
in PORTABLE 167 per Mr. 
Millerway, Plant Mgr. 
416.2360

1/9/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B UNIT NOT HEATING IN 
RM-105.
PLANT MGR-
MILLOWAY/673.3149

1/14/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B HEAT PORT 141-NOT 
COMING ON-PLANT 
MGR MILLERWAY 416-
2360 KLR

2/21/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B UNIT NOT HEATING IN 
PORT-266
PLANT MGR-
MILLOWAY/674.3149

2/24/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B CHILLER  &  
CIRCULATING PUMP 
NOT COMING ON - 
PM/MILLOWAY 416-2360

5/20/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B A/C PORT 169-UNIT HAS 
FROZEN UP-PLANT MGR 
MILLOWAY 416-2360 KLR

6/5/14 Heating/Ventilation /Air 
Conditioning



Sheffield El (2655) 3B Yearly - Oil Samples - 
Sheffield Elementary - 
Refer to PM schedule 
details.

9/17/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Daily - Sheffield Elem 
Level 1 Water Treatment - 
Refer to PM schedule 
details.

3/4/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Monthly - SHEFFIELD 
ELEM LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

3/4/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B UNIT NOT COOLING IN 
RM-108
PLANT MGR-
MILLOWAY/673.3149

4/22/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B UNIT NOT COOLING & 
CORE IS FROZEN UP IN 
PORT-214
PLANT MGR-
MILLOWAY/674.3149

5/8/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B repair chiller 5/20/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B per Mr. Milloway 416-2360 
portables #266 and #214 
are blowing cold air

1/22/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B per Mr. Milloway 416-2360 
room 105 in kindergarten 
hall fan blowing but no 
heat

1/10/14 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B A/C room 104 computer 
not cooling per Mr. 
Milloway 416-2360

8/8/13 Heating/Ventilation /Air 
Conditioning



Sheffield El (2655) 3B Clean roof top units 9/12/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Room 108 in kindergarten 
wing a/c not working per 
Mr. Millaway 416-2360

8/8/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B clean ac units on portables 7/16/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B a/c #141 completely cut off 
not working at all
per Mr. milloway 416-2360

7/18/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B #266 a/c wall unit blowing 
water thru air register all 
over floor
mr milloway 4162360

7/18/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B Portable 268 ac unit 
blower motor has been 
replaced.  Motor is pulling 
too many amps.  Filters 
need to be replaced and 
coil needs to be cleaned.  
Fins on unit also need to 
be combed.  Please assist 

7/10/13 Heating/Ventilation /Air 
Conditioning

Sheffield El (2655) 3B  The Principal has 
requested to have all 
exterior doors painted this 
summer before school 
starts.

5/20/14 1st Floor All Exterior Doors Painting

Sheffield El (2655) 3B Please restripe the parking 
space lines, they are in 
need of a fresh coat of 
paint. This is needed for 
safety and to control 
traffic.Safety lines by the 
dumpster need to be 
painted and loading zone 

4/17/14 Parking Lot West side of building Painting

Sheffield El (2655) 3B   The Principal has 
requested to have all stairs 
well walls painted be for 
school starts.

5/20/14 Stairway  All Stairway walls Painting



Sheffield El (2655) 3B The steel post and steel 
cable that line the side 
walks in front of the school 
are in need of a fresh coat 
of paint. Please do as 
soon as possible.

4/17/14 Grounds Main Entrance, side walks 
in front of school

Painting

Sheffield El (2655) 3B The Principal has 
requested to have the the 
Main Entrance doors & 
window frames painted  
before school starts.

7/17/13 Administration Area Main Entrance front of 
Building

Painting

Sheffield El (2655) 3B The Principal has 
requested to have all of 
the portables  to be 
painted. As soon as 
possible.

8/30/13 Portables #141,169,171,24,214,215,
216,268,267,266,265,264

Painting

Sheffield El (2655) 3B  The Principal has 
requested to have the 
custodial break room 
Painted as soon as 
possible.

8/6/13 Custodial Break Room 1st Floor Painting

Sheffield El (2655) 3B  The Main Entrance doors 
need to be painted with a 
fresh coat of paint.

4/17/14 1st Floor Main Entrance Painting

Sheffield El (2655) 3B  Please renumber all of the 
portables after they are 
painted on all four sides 
with large numbers for 
easy identification and 
safety. Numbers 
are,#264,265,266,267,268
,216,215,214,179,169,141,

9/5/13 Portables East side of building Painting

Sheffield El (2655) 3B  The toilet in the handi-cap 
stall is loose at the floor 
and moves please repair 
before this becomes a 
problem.

4/16/14 Restroom (Girls)  Kinder Garden hallway Plumbing

Sheffield El (2655) 3B  Please repair the toilet in 
the Teachers lounge, the   
flush valve is sticking 
when you flush the toilet, 
and keeps running. Water 
also leaks from the pipe 
neck below the flush valve. 

1/23/14 Restroom (Girls)  teachers lounge room115 Plumbing

Sheffield El (2655) 3B  Please repair the toilet in 
this bath room. It is out of 
order

11/5/13 Restroom (Girls) 2nd floor by library Plumbing



Sheffield El (2655) 3B  Please repair the toilet in 
this bath room.The flush 
valve is not working & The 
toilet is out of order. The 
Health Inspecter wrote it 
up on her inspection. And 
will re -inspect in 30 days.

11/4/13 Restroom (Girls) Kinder Garden area Plumbing

Sheffield El (2655) 3B  Please repair the toilet in 
this bath room. The toilet 
is loose at the floor and 
water leaks out of the 
bottom when flushed .

2/7/14 Restroom (Boys) 2 floor 3rd stall on the right Plumbing

Sheffield El (2655) 3B Please repair the middle 
urinal in this bath room, 
some has pulled the the 
flush valve pipe loose 
where it connects to the 
top of the bowl. Please fix 
as soon as possible.

2/12/14 Restroom (Boys)  Kindergarden Hall Plumbing

Sheffield El (2655) 3B  Please replace the broken 
toilet seats in these bath 
rooms. needed for safety.

4/16/14 Restroom (Boys) and girls behind Main 
Office

Plumbing

Sheffield El (2655) 3B  please repair the faucets 
in this area the water leaks 
all the time,cannot turn off.

9/12/13 Administration Area Wash sinks by room 111 Plumbing

Sheffield El (2655) 3B   The seving line steam 
table pilot light, does not 
come on when you turn 
the gas on . Please repair 
as soon as possible, need 
for school start up.

7/30/13 Cafeteria Severing line Plumbing

Sheffield El (2655) 3B  Please repair or replace 
the mop sink faucet the 
water runs all the time . 
We can not turn the water 
off.

7/29/13 Custodial Closet Rm. 109 Plumbing

Sheffield El (2655) 3B The Cafeteria Manager 
said the repair man 
working on the dish 
machine, says that the 
water temperture from the 
supply line to the dish 
machine is only 130 
degrees and should be 

2/28/14 Kitchen Room 102 for the 
Cafeteria

Plumbing

Sheffield El (2655) 3B  Please repair the water 
cut off valve above the 
ceiling, it is leaking on the 
ceiling tile below.

12/12/13 Hallway/Corridor West hallway by the 
lockers next to the elevator  

Plumbing



Sheffield El (2655) 3B  please repair the wash 
sinks in this area, faucets 
need to be replaced ,they 
cannot be turned off. The 
water runs all the time .

9/12/13 Hallway/Corridor  North stairwell wash sink 
by court yard

Plumbing

Sheffield El (2655) 3B  Please repair the sink in 
this room ,the hot water 
side does not cut off and 
had to be cut off on the 
supply valve under the 
sink. It is also leaking 
under the cabinet top.

1/10/14 Library  Rm. 214 back room on 
the left

Plumbing

Sheffield El (2655) 3B  Please repair the drinking 
fountain ,the right side 
runs all the time, and the 
faucet does not let water 
out when you turn the 
handle.

3/18/14 Hallway/Corridor  Drinking Fountain by 
room 109

Plumbing

Sheffield El (2655) 3B  Please repair the hot 
water supply line that 
feeds into the hot water 
tank . The elbo solder joint 
is corroded and leaking.

2/7/14 2nd Floor Boiler room behind the 
Library

Plumbing

Sheffield El (2655) 3B FLR DRAIN IS BACKING 
UP IN KITCHEN.
PLANT MGR-
MILLOWAY/416.2360

7/30/13 Plumbing

Sheffield El (2655) 3B WATER TANK NOT 
RELEASING HOT IN 
KITCHEN (NO ID)
PLANT MGR-
MILLOWAY/416-2360

7/30/13 Plumbing

Sheffield El (2655) 3B AHU MECH RM-DRAIN 
STOPPED CAUSING 
UNIT TO LEAK-SBE 
MILLERWAY 416-2340 
KLR

8/1/13 Plumbing

Sheffield El (2655) 3B NO HOT WATER IN THE 
KITCHEN. SBE 
MILLOWAY 416-2360

8/5/13 Plumbing

Sheffield El (2655) 3B COMMODE PRIN'S RR-
LEAKING FROM VALVE, 
LEAKING FROM NECK, & 
CONSTANTLY FLUSHING-
PLANT MGR MILLERWAY 
416-2360 KLR

1/28/14 Plumbing



Sheffield El (2655) 3B FLOOR DRAIN B/G RR'S 
BEHIND MAIN OFC BY 
ELEVATOR & BOILER RM-
ALL ARE BACKING UP 
SEWAGE-PLANT MGR 
MILLERWAY 416-2360 
KLR

2/6/14 Plumbing

Sheffield El (2655) 3B UNIT IN RM 108 IS 
LEAKING. SBE 
MILLOWAY. 416-2360

7/30/13 Plumbing

Sheffield El (2655) 3B HOT WATER 
CIRCULATING PUMP 
MECH RM S BY LIBRARY-
LEAKING-PLANT MGR 
MILLERWAY 416-2360 
KLR

8/20/13 Plumbing

Sheffield El (2655) 3B AHU BEHIND STAGE 
LEFT SIDE CAFETORIUM-
LEAKING-PLANT MGR 
MILLERWAY 416-2360 
KLR

9/4/13 Plumbing

Sheffield El (2655) 3B ASSIST PRIN/RR SINK 
HOT WATER WONT 
SHUT OFF, CUT OFF 
VALVE IS LEAKING.
PLANT MGR-
MILLOWAY/674.3149

11/5/13 Plumbing

Sheffield El (2655) 3B COMMODE G RR 
BEHIND MAIN OFC-
CONSTANTLY RUNNING 
AND LEAKING WATER 
OUT ON FLR-CAN'T CUT 
OFF PER SBE-PLANT 
MGR MILLERWAY 416-
2360 KLR

12/5/13 Plumbing

Sheffield El (2655) 3B WATER LINE IS 
STOPPED UP FOR 
FREEZER & 
REFRIGERATOR IN 
KITCHEN.
PLANT MGR-
MILLOWAY/674.3149

1/21/14 Plumbing

Sheffield El (2655) 3B Assist MLGW change 
water meter  Don Dolan.

10/10/13 Plumbing

Sheffield El (2655) 3B GAS -  CAFE -SERVING 
LINE AREA - GAS SMELL - 
PM/MILLOWAY 416-2400 

6/2/14 Plumbing



Sheffield El (2655) 3B GAS -  CAFE -SERVING 
LINE AREA - GAS SMELL - 
PM/MILLOWAY 416-2400 

6/2/14 Plumbing

Sheffield El (2655) 3B per mr milloway 416-2360 
in the cafeteria the pilot 
light will not stay lit on the 
serving line

4/3/14 Plumbing

Sheffield El (2655) 3B Test RP devices on site. 1/2/14 Plumbing

Sheffield El (2655) 3B AHU in mechanical room 
next to kitchen leaking 
water per Mr. Milloway 416-
2360

8/7/13 Plumbing

Sheffield El (2655) 3B  Please repair the roof leak 
in this portable ,it has been 
worked on before, but 
because of all the rain we 
have had it has gotten 
worse, and the ceiling tile 
is falling out

4/30/14 Portables  # 141 Roof

Sheffield El (2655) 3B Roof leaking can not wax 6/11/14 Portables 141 Roof

Sheffield El (2655) 3B  Please repair the roof leak 
in the middle of this class 
room. It is leaking in three 
places on the carpet . 
Needs attention as soon 
as possible. This is on the 
second floor.

1/9/14 Classroom  Room 200 Mrs. Moys 
class 

Roof

Sheffield El (2655) 3B There is another leak in 
this class room ,it is the 
middle class room on the 
right hand side. Please 
repair as soon as possible. 
Water is leaking on the 
carpet.           

2/5/14 Classroom  Room  #200 Roof

Sheffield El (2655) 3B  The roof is leaking very 
badly in this class room 
again . Water on the 
carpet this morning when 
we came in . Please repair 
as soon as possible

2/3/14 Classroom  Rm. 200 Mrs. Moy's class Roof



Sheffield El (2655) 3B Repair roof leaks in 
portable 024.  Classes will 
be held in this portable this 
year.

7/5/13 Roof

Sheffield El (2655) 3B  Please check the roofs on 
these portables teacher 
says that the roof is 
leaking and driping on 
students. 

11/13/13 Portables 215 &214 Roof

Sheffield El (2655) 3B      The roof was leaking 
the last time it rained in 
this portable. The leak is 
on the right side of the 
room as you inter the door, 
by the ceiling tile that is 
hanging down. Please 
repair, its going to rain this 

12/2/13 Portables  # 24 Roof

Sheffield El (2655) 3B  Please repair the roof leak 
in this portable , it is 
leaking on the teachers 
desk . As soon as possible 
.

2/4/14 Portables  # 141 Roof

Sheffield El (2655) 3B  Please repair as soon 
possible the roof leaks in 
this portable ,ceiling is 
sageing , and leaking on 
the  floor. due to heavy 
rains 

2/5/14 Portables  #24 Roof

Sheffield El (2655) 3B Please repair the roof leak 
in this portable ,when it 
rains . the ceiling is 
sagging from the leak.

1/15/14 Portables  # 267 Roof

Sheffield El (2655) 3B  Please repair the gutters 
that are missing on the 
end of these portables to 
keep the rain from  coming 
in on the exposed areas..

2/17/14 Portables  # 267 &  #266 Sheet Metal

Sheffield El (2655) 3B   Please repair the roof 
drain pipe that has been 
pulled down on this 
portable.

3/6/14 Portables # 169 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Sheffield El (2655) 3B 3 3 53 60 48 9 34 11 2 223
Grand Total 3 3 53 60 48 9 34 11 2 223



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Sheffield Sr (2660) 3B 7 3 75 118 68 25 125 27 3 451
Grand Total 7 3 75 118 68 25 125 27 3 451



Location Request Description Submittal Date Area Description Area Number Craft
Sheffield Sr (2660) 3B Insulate pipes in the gym 

on north east ac unit.
6/5/14 Asbestos

Sheffield Sr (2660) 3B Need tiles check for mold 
,tiles very discolored room 
304

2/26/14 Classroom 304 Asbestos

Sheffield Sr (2660) 3B Coach Box need to be  
painted in placed before 
season start .

11/8/13 Basketball Court Coach Box Asbestos

Sheffield Sr (2660) 3B Leak in ceiling turning 
black

10/22/13 Classroom 114 Asbestos

Sheffield Sr (2660) 3B Storage room pipe leaking 7/19/13 Classroom 208 Asbestos

Sheffield Sr (2660) 3B Replace several missing 
floor tiles in room 215.

7/30/13 Classroom Second floor room 215. Asbestos

Sheffield Sr (2660) 3B Please remove asbestos 
insulation from piping 
going to air handler unit so 
plumber can make repairs 
to piping.

3/18/14 Asbestos

Sheffield Sr (2660) 3B Need drops for 40 new 
computers in both rooms  
ASAP

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

2/20/14 Classroom 313,206 Cabling



Sheffield Sr (2660) 3B Intercom system down, 
need asap not able 
communicate with 
classrooms

1/16/14 Administration Area Main Office Cabling

Sheffield Sr (2660) 3B Electrical problem in room 
for internet and computer

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

11/5/13 Classroom 119 Cabling

Sheffield Sr (2660) 3B Fence has large hole, 
need repaired they are 
taking tires off field they 
use for practice

4/21/14 Grounds football field Carpentry

Sheffield Sr (2660) 3B Hand railing coming from 
wall in west and south 
stairways

12/20/13 Stairway west  and south Carpentry

Sheffield Sr (2660) 3B Inside handicap door will 
not close all the way.Door 
will not lock.

8/27/13 Hallway/Corridor Main entrance handicap 
door.

Carpentry

Sheffield Sr (2660) 3B Need Petition between 
308 and 309 removed

8/27/13 Carpentry

Sheffield Sr (2660) 3B Need hook put back up for 
fire Extinguishers.By 
football locker room.

3/4/14 Hallway/Corridor 1st floor by football locker 
room

Carpentry

Sheffield Sr (2660) 3B Replace broken door 
glass.

3/4/14 Classroom Room 209 Carpentry

Sheffield Sr (2660) 3B Repair large hole in 
ceiling.Ceiling is made up 
of sheet rock.

3/4/14 Classroom Room 209 Carpentry



Sheffield Sr (2660) 3B WOODEN HANDRAIL IN 
BETWEEN 2ND & 3RD 
FLR-HAS SPLINTERED 
AND THERE'S A LARGE 
PIECE STICKING UP PER 
SBE-PLANT MGR 
DANIELS 416-2370 KLR

3/7/14 Carpentry

Sheffield Sr (2660) 3B Metal strip is hanging off 
door in mechanical room 
by east door.

3/7/14 Mechanical Room Mechanical room by east 
door

Carpentry

Sheffield Sr (2660) 3B Replace one ceiling in gym-
B-, special cut is needed.

3/10/14 Gym southend of school gym-B- Carpentry

Sheffield Sr (2660) 3B Replace one ceiling tiles 
first floor by west exit. 
Special cut is needed.

3/10/14 Hallway/Corridor First floor by west exit. Carpentry

Sheffield Sr (2660) 3B Replace seven ceiling tiles 
in room 113.Special cut is 
needed.

3/10/14 Classroom Room 113. Carpentry

Sheffield Sr (2660) 3B Replace damage ceiling 
ceiling tiles.Special cut is 
needed.

2/7/14 Hallway/Corridor Hallway by room 307. Carpentry

Sheffield Sr (2660) 3B Replace damage ceiling 
tiles due to roof leak.Plant 
manager cannot get to 
tiles because of stairs.

2/10/14 3rd Floor 3rd floor north exit. Carpentry

Sheffield Sr (2660) 3B Replace damage ceiling 
tiles 3rd floor hall bt 
south.Special cut is 
needed.

2/11/14 3rd Floor 3rd floor by south exit. Carpentry

Sheffield Sr (2660) 3B Replace damage ceiling 
tiles also one missing 
ceiling tiles east stair 
exit.Plant manager cannot 
reach it, because of stairs.

2/11/14 3rd Floor 3rd floor east stairs. Carpentry



Sheffield Sr (2660) 3B Replace damage ceiling 
tiles 3rd floor hallway by 
roon 315.Special cut is 
needed.

2/11/14 3rd Floor 3rd floor by rm. 315. Carpentry

Sheffield Sr (2660) 3B Replace missing ceiling 
tiles 3rd floor hall by room 
316.Special cut is needed.

2/11/14 3rd Floor 3rd floor by rm. 316. Carpentry

Sheffield Sr (2660) 3B Replace damage ceiling 
tiles.Special cut is 
needed,west exit.

2/11/14 3rd Floor 3rd floor west exit. Carpentry

Sheffield Sr (2660) 3B Replace damage ceiling 
tiles hall by room 317-A-
.Special cut is needed.

2/11/14 3rd Floor 3rd floor hall by rm. 317-A-
.

Carpentry

Sheffield Sr (2660) 3B Replace damage ceiling 
hall 3rd floor by room 
319.Special cut is needed.

2/11/14 3rd Floor 3rd floor hall by rm. 319 Carpentry

Sheffield Sr (2660) 3B Replace damage ceiling 
tiles 3rd floor hall by room 
301.Special cut is needed.

2/11/14 3rd Floor 3rd floor hall by rm.301 Carpentry

Sheffield Sr (2660) 3B Replace wooden facing on 
top of lockers by room 
312.

2/12/14 Hallway/Corridor 3rd floor by room 312 Carpentry

Sheffield Sr (2660) 3B Repair grid and replace 
ceiling tiles 3rd floor hall 
by room 313.Special cut is 
needed for ceiling tiles.

2/12/14 Hallway/Corridor By room 313 Carpentry

Sheffield Sr (2660) 3B Replace missing ceiling 
tiles,special cut is needed.

2/12/14 1st Floor Entrance to football locker 
room.

Carpentry



Sheffield Sr (2660) 3B Repair large hole in 
ceiling.Ceiling is made up 
of sheet rock.Also mold is 
present.

2/13/14 Classroom Room 204. Carpentry

Sheffield Sr (2660) 3B Second set of doors will 
not locked

2/14/14 Auditorium 1fl. Carpentry

Sheffield Sr (2660) 3B Replace two ceiling tiles in 
room 115.Special cut is 
needed.

12/11/13 Classroom Room 115. Carpentry

Sheffield Sr (2660) 3B Repair two holes in wall. 
Wall is made up of sheet 
rock.

3/31/14 Gym Gym-B- reair of School. Carpentry

Sheffield Sr (2660) 3B Replace missing floor tiles. 3/5/14 Hallway/Corridor Basement boiler room 
entrance

Carpentry

Sheffield Sr (2660) 3B Guidance counselor desk 
have to part.Need a brace 
to hold them together.

11/1/13 Administration Area Attendance office 108-J. Carpentry

Sheffield Sr (2660) 3B  Desk need repair , check 
problem out

11/13/13 Administration Area Attendance Office Carpentry

Sheffield Sr (2660) 3B Attendance Secratary sign 
removed,and Paula 
Wooldridge sign with name 
put up.Asst. Building Eng. 
sign remove,put Teacher 
of the month sign up.Have 
pole in place.ATT. Ed 
Hawkins.

8/23/13 Parking Lot East of school by 
dumpsters.

Carpentry

Sheffield Sr (2660) 3B Exit door top of stair on 
3rd floor will not close.

3/25/14 Hallway/Corridor 3rd floor exit door. Carpentry



Sheffield Sr (2660) 3B Door handle to entrance 
door to gym is broken.

1/6/14 Gym Lobby area gym-A. Carpentry

Sheffield Sr (2660) 3B Handicap entrance door 
will not close and 
lock.Door stays 
open,security risk.

1/7/14 Hallway/Corridor Main entrance handicap 
door.

Carpentry

Sheffield Sr (2660) 3B Panic bar to the rear door 
of football locker room ias 
off.Need to be replace.

1/14/14 1st Floor Football locker room Carpentry

Sheffield Sr (2660) 3B Repair metal strip on floor 
in plant manager office.

2/3/14 1st Floor Plant Manager office. Carpentry

Sheffield Sr (2660) 3B Need damage ceiling tiles 
replaced.Special cut is 
needed.

2/5/14 Administration Area Main office area. Carpentry

Sheffield Sr (2660) 3B  Need special ceiling tiles 
in hallway of ROTC 
building

2/7/14 Annex ROTC Carpentry

Sheffield Sr (2660) 3B Large hole in ceiling need 
repaired

2/7/14 1st Floor Football lockeroom Carpentry

Sheffield Sr (2660) 3B Put up ceiling tiles in plant 
manger of.Special cut is 
needed.

8/12/13 Custodial Room 222F. Carpentry

Sheffield Sr (2660) 3B Stall door is down. Please 
put door back up.

11/1/13 Restroom (Boys) First floor south hall. Carpentry



Sheffield Sr (2660) 3B Hand rails in east stairway 
,coming off wall  

10/22/13 Stairway east Carpentry

Sheffield Sr (2660) 3B Dry erase board need be 
hung on wall in room 306

10/24/13 Classroom 306 Carpentry

Sheffield Sr (2660) 3B Inside door to tiolet down 11/1/13 Restroom (Boys) door Carpentry

Sheffield Sr (2660) 3B  2sets of   Double doors to 
Cafteria  need replace old 
,will not close up to secure 
and peeling wood chips

8/28/13 Cafeteria 1floor across 110 Carpentry

Sheffield Sr (2660) 3B Locker room door hard to 
lock and unlocked ,have to 
pull door foward , no door 
handle  

9/5/13 1st Floor Locker room Carpentry

Sheffield Sr (2660) 3B replace ceiling 
tiles.Special cut is needed.

9/12/13 Hallway/Corridor 3rd floor in between 313 
and 314.

Carpentry

Sheffield Sr (2660) 3B Replace ceiling 
tiles.Special cut is needed.

9/12/13 Hallway/Corridor 2nd floor across from room 
211.

Carpentry

Sheffield Sr (2660) 3B Ceiling tile damp will fall 
soon, can not reach it to 
removed with 8 ft Danger 
do not want it to fall on 
students or staff

9/18/13 1st Floor east stair case Carpentry

Sheffield Sr (2660) 3B  Special cut ceiling tile at 
west side

9/19/13 Hallway/Corridor By door at west side Carpentry



Sheffield Sr (2660) 3B  Seal around middle front 
entrance door coming off

10/2/13 Carpentry

Sheffield Sr (2660) 3B Install dry erase board in 
room 211.Have board at 
school.

10/3/13 Classroom Room 211. Carpentry

Sheffield Sr (2660) 3B Two hand rail are loose 
from wall, inbetween first 
and second floor.

10/10/13 Hallway/Corridor East stair inbetween 1st & 
2nd floor.

Carpentry

Sheffield Sr (2660) 3B Room 114 need ceiling 
tiles replaced. Special cuts 
is needed for seven tiles.

7/31/13 Classroom Room 114. Carpentry

Sheffield Sr (2660) 3B Need six boxes of ceiling 
tiles.Four acousitical 
material lay-in and two 
fiberglass lay-in tiles.

7/31/13 Hallway/Corridor Class romm and hallways. Carpentry

Sheffield Sr (2660) 3B Class room need dry 
erase board install.

6/17/14 Classroom Room 302 Carpentry

Sheffield Sr (2660) 3B Class room has stage in 
floor.Need stage remove 
from floor.Stage is taking 
up to much space.

6/17/14 Classroom Room 302 Carpentry

Sheffield Sr (2660) 3B Replace ceiling tiles in 
main office.Special cut is 
needed.

6/18/14 Administration Area Main office area Carpentry

Sheffield Sr (2660) 3B Replace damage 
ceiling.Special cut is 
needed.

6/18/14 Hallway/Corridor 1st floor northwest hall by 
band room

Carpentry



Sheffield Sr (2660) 3B Hole in sheetrock need 
repaired before painting

4/9/14 Classroom 205 Carpentry

Sheffield Sr (2660) 3B Replace broken door 
closure.Main entrance 
door.

5/6/14 Gym Gym -B- southend of 
School

Carpentry

Sheffield Sr (2660) 3B Repair door handle to 
entrance door to gym.

5/7/14 Gym Gym-A- Lobby main 
building

Carpentry

Sheffield Sr (2660) 3B Repair broken door 
closure,to exit door.

5/8/14 Hallway/Corridor 2nd floor north exit door Carpentry

Sheffield Sr (2660) 3B MIDDLE ENTRANCE 
DOORS AT FRONT 
ENTRANCE-NOT 
LOCKING, WON'T BE 
ABLE TO SECURE BLDG-
PLANT MGR FLETCHER 
416-2370 KLR

5/15/14 Carpentry

Sheffield Sr (2660) 3B Need handle on door 
going up east stairs

4/4/14 1st Floor east stairs Carpentry

Sheffield Sr (2660) 3B Handler on door hardware 
is broken ,can not lock 
door

3/25/14 Classroom 107 Carpentry

Sheffield Sr (2660) 3B Handicap door going to 
Teacher parking lot top 
latch will not catch all the 
time, need repaired

3/25/14 Administration Area handicap door Carpentry

Sheffield Sr (2660) 3B Trim on locker is 
missing,need to be 
replaced.

3/11/14 Hallway/Corridor By room 201. Carpentry



Sheffield Sr (2660) 3B Door latch has broken , 
only can security with 
chain and lock (fire 
hazard)

3/21/14 1st Floor  door by ticket booth Carpentry

Sheffield Sr (2660) 3B Cove base is missing. 3/26/14 Hallway/Corridor Hallway by room 306 Carpentry

Sheffield Sr (2660) 3B Cove base is needed. 3/26/14 Hallway/Corridor 1st floor by east door Carpentry

Sheffield Sr (2660) 3B Replace three missing 
tiles, special cut is needed.

3/31/14 Classroom 1st floor room 113. Carpentry

Sheffield Sr (2660) 3B Replace three ceiling in 
room 114, special cut is 
needed.

3/31/14 Classroom 1st floor room 114. Carpentry

Sheffield Sr (2660) 3B 1/2 of the lights are out in 
the lobby per Ms. Fletcher 
416-2370

12/16/13 Electrical

Sheffield Sr (2660) 3B POWER OUTAGE - 
PARTIAL IN THE ROTC 
BLDG - PM/FLETCHER 
416-2370

12/20/13 Electrical

Sheffield Sr (2660) 3B  Need 4 boxes of Flourent 
bulbs for classrooms

1/2/14 Classroom all around Building Electrical

Sheffield Sr (2660) 3B Need four cases of light 
bulbs for class rooms.

12/12/13 Classroom Through out school. Electrical



Sheffield Sr (2660) 3B Replace ballast in one 
light.

3/4/14 Classroom Room 210 Electrical

Sheffield Sr (2660) 3B Replace ballast in two 
lights.

3/4/14 Classroom Room 211 Electrical

Sheffield Sr (2660) 3B Replace ballast in three 
lights.

3/4/14 Classroom Room 214 Electrical

Sheffield Sr (2660) 3B Replace ballast in one 
light.

3/4/14 Classroom Room 215 Electrical

Sheffield Sr (2660) 3B UNIT VENT - RM 201 - 
NOT COMING ON - 
MOTOR IS LOCKED UP - 
PM/DANIEL 416-2370

3/7/14 Electrical

Sheffield Sr (2660) 3B Room 113 has two lights 
out,need ballast replaced.

3/11/14 Classroom Room 113. Electrical

Sheffield Sr (2660) 3B Roomm 114 need ballast 
in four lights.

3/11/14 Classroom Room 114. Electrical

Sheffield Sr (2660) 3B Room115 need ballast in 
eight lights.

3/11/14 Classroom Room 115. Electrical

Sheffield Sr (2660) 3B Room 116 need ballast in 
two lights.

3/11/14 Classroom Room 116. Electrical



Sheffield Sr (2660) 3B Replace broken lens to 
light.

2/7/14 1st Floor 1st floor west loby area by 
gym-A.

Electrical

Sheffield Sr (2660) 3B Light out in room,need to 
replace the ballast.

2/7/14 Classroom Room 304. Electrical

Sheffield Sr (2660) 3B Need ballast replace in 
one light.Also need lens 
cover.

2/7/14 Classroom Room 307. Electrical

Sheffield Sr (2660) 3B We have five lights out in 
room 308.Need ballast in 
all lights.

2/7/14 Classroom Room308. Electrical

Sheffield Sr (2660) 3B Need ballast in one light 
west hall by room 115

2/10/14 Hallway/Corridor West hall first floor by rm. 
115.

Electrical

Sheffield Sr (2660) 3B Put electrical cover back 
over breaker box in 2nd 
floor machanical room.

2/10/14 Mechanical Room 2nd floor Mechanical. Electrical

Sheffield Sr (2660) 3B Control panel over 
handicap doors coming 
apart

2/11/14 Gym Gym A Electrical

Sheffield Sr (2660) 3B Ballast is needed in two 
lights girls restroom across 
from rm. 312

2/11/14 3rd Floor 3rd floor across from rm. 
312.

Electrical

Sheffield Sr (2660) 3B Replace ballast girls 
restroom 3rd floor by room 
302.

2/11/14 Hallway/Corridor By north exit across from 
rm. 302

Electrical



Sheffield Sr (2660) 3B Replace ballast girls 
restroom 2st floor across 
from room 202.

2/11/14 Restroom (Girls) Girls restroom across from 
rm. 202

Electrical

Sheffield Sr (2660) 3B Replace two ballast boys 
restroom 2nd floor by 
south exit,across from 
room 211.

2/11/14 Restroom (Boys) 2st floor bt south exit Electrical

Sheffield Sr (2660) 3B  4 sets of lights have bad 
ballasts, bulbs been 
changed

2/12/14 Auxiliary Gym locker room boys Electrical

Sheffield Sr (2660) 3B Replace ballast in one 
light.

2/12/14 Classroom Room 312 Electrical

Sheffield Sr (2660) 3B Replace ballast in three 
lights in room 313.

2/12/14 Classroom Room 313 Electrical

Sheffield Sr (2660) 3B Replace ballast in one light 
in room 316.

2/12/14 Classroom Room 316 Electrical

Sheffield Sr (2660) 3B Replace ballast in one light 
in 317-A-

2/12/14 Classroom Room 317-A- Electrical

Sheffield Sr (2660) 3B Replace ballast in one 
light,room 204

2/13/14 Classroom Room 204. Electrical

Sheffield Sr (2660) 3B Replace ballast in one 
light,in room 206.

2/13/14 Classroom Room206. Electrical



Sheffield Sr (2660) 3B Need five boxes of 
fluorscent lights for class 
rooms.

2/17/14 Classroom Throught out school. Electrical

Sheffield Sr (2660) 3B All sockets on poles not 
coming on,need more 
extention cords 

2/26/14 Auditorium elec. sockets Electrical

Sheffield Sr (2660) 3B Change key light switch to 
toggle light switch.Boys 
locker room gym-B-.

12/4/13 Gym Southend of school gym -
B-.

Electrical

Sheffield Sr (2660) 3B Replace ten lights that is 
out in library.Celing is to 
high for plant marger.

12/4/13 Library 2nd floor main bldg. Electrical

Sheffield Sr (2660) 3B Air Handler Units are NOT 
COMING ON in ROOMS 
314, 316, and 318 per 
Linda Fletcher, Plant Mgr. 
416.2370

12/9/13 Electrical

Sheffield Sr (2660) 3B Roll of will not come on, 
need gym for practice for 
girl basketball

12/9/13 Gym gym B Electrical

Sheffield Sr (2660) 3B UNIT NOT COMING ON 
IN OLD GYM
PLANT MGR-
FLETCHER/416.2514

12/10/13 Electrical

Sheffield Sr (2660) 3B Replace ballast in three 
lights

12/11/13 Classroom Room 203. Electrical

Sheffield Sr (2660) 3B Need lens cover for light in 
room 203.

12/11/13 Classroom Room 203. Electrical



Sheffield Sr (2660) 3B Ballast is needed in hall 
light,across from rm. 204.

12/11/13 Hallway/Corridor 2nd floor across from rm. 
204.

Electrical

Sheffield Sr (2660) 3B Replace four ballast in 
girls restroom.Restroom is 
very dark,only one light is 
work.

8/6/13 Restroom (Girls) 2nd floor across from 
rd.211.

Electrical

Sheffield Sr (2660) 3B Replace ballast in light. 8/6/13 Hallway/Corridor 2nd floor hall by south exit. Electrical

Sheffield Sr (2660) 3B Replace ballast in two 
lights in boys locker room. 
The lights that need 
replaces, do not have 
bulbs in them.

11/18/13 Gym Gym-A- boys locker room. Electrical

Sheffield Sr (2660) 3B Girls restroom have two 
lights that need 
ballast.Across from 
auditorium.

11/20/13 Restroom (Girls) 1st floor east lobby across 
from auditorium.

Electrical

Sheffield Sr (2660) 3B Boys restroom have two 
lights that need 
ballast.Across from 
auditorium.

11/20/13 Restroom (Boys) 1st floor east lobby across 
from auditorium.

Electrical

Sheffield Sr (2660) 3B Bulbs been changed 6 
sets in food lab and2sets 
in classroom 

11/27/13 Classroom 108 Electrical

Sheffield Sr (2660) 3B 2sets of bad ballast 11/27/13 Classroom 319 Electrical

Sheffield Sr (2660) 3B 3sets out room 202 and 
3sets out in 203 bad 
ballast

11/27/13 Classroom 202,203 Electrical



Sheffield Sr (2660) 3B rooms 318 and 319 heat 
not coming on per Ms. 
Fletcher 416-2370

12/2/13 Electrical

Sheffield Sr (2660) 3B ROTC hallway need two 
ballast put in lights

1/8/14 Classroom Southwest of school 
ROTC bldg.

Electrical

Sheffield Sr (2660) 3B Need seven lights change 
in ROTC rifle range.Lights 
have tampa proof screws.

1/14/14 Classroom ROTC  building Electrical

Sheffield Sr (2660) 3B Need Damar 
90PAR38QFL/33 E26 
MEDIUM BASE CLEAR- 
FLOOD 90W  130V  
NO.6196A   Need lights for 
Auditorium/Kitchen Dock.

1/16/14 Auditorium Auditorium/Kitchen dock Electrical

Sheffield Sr (2660) 3B Replace ballast in one light 
in room 304.

1/16/14 Classroom Room 304 Electrical

Sheffield Sr (2660) 3B Push botten to handicap 
door on both side have 
screws missing.Entrance 
to gym-A-.

1/27/14 Gym Push botten to handicap 
door.

Electrical

Sheffield Sr (2660) 3B Pull station to fire alarm 
need to be repair.

1/27/14 Gym By east exit rear of gym. Electrical

Sheffield Sr (2660) 3B Pull station is broken/fire 
alarm station.

1/27/14 Gym Gym-B- southend of 
school.

Electrical

Sheffield Sr (2660) 3B Need lights in parking lot 
by ROTCbuilding ,Staff 
and visitor vehicles are 
been broken in to. Need 
your attention ASAP 

1/30/14 Parking Lot Students lot Electrical



Sheffield Sr (2660) 3B Repair handicap 
door.Doors sometime will 
not close.

2/4/14 Gym Handicap entrance doors 
to gym-A-.

Electrical

Sheffield Sr (2660) 3B Put light cover back up in 
lunch room.Have cover 
need screws.

2/5/14 Cafeteria 1st floor southeast of 
building.

Electrical

Sheffield Sr (2660) 3B Flag cable have broken at 
Sheffield High, can not rise 
flag

2/7/14 Grounds Flag cable Electrical

Sheffield Sr (2660) 3B Repair outlet that is 
sparking in hallway.

5/30/14 Electrical

Sheffield Sr (2660) 3B master clock need set right 
off about 3min, so bell can 
ring at the appropriate time

8/12/13 Administration Area main office Electrical

Sheffield Sr (2660) 3B Need lights replaced  by 
ROTC building and 
parking lot black dark.

8/12/13 Parking Lot ROTC Electrical

Sheffield Sr (2660) 3B Ballast is needed in one 
light.

8/12/13 Classroom Room 316. Electrical

Sheffield Sr (2660) 3B Two lights need ballast 
replaced.

8/12/13 Classroom Room 311 Electrical

Sheffield Sr (2660) 3B Three ballast is needed in 
lights.

8/12/13 Classroom Room 305 Electrical



Sheffield Sr (2660) 3B One light need ballast 
replaced.

8/12/13 Classroom Room 306 Electrical

Sheffield Sr (2660) 3B All 8 lights are out in 315-A 
stroage room.Not sure 
what the problem is.Check 
breaker box.

8/12/13 Classroom Room315-A stroage room. Electrical

Sheffield Sr (2660) 3B Need five cases of light 
blubs for class rooms.

8/12/13 Classroom Throught out School. Electrical

Sheffield Sr (2660) 3B Need friday bell set did not 
set when last program

8/16/13 Administration Area Main Office Electrical

Sheffield Sr (2660) 3B Replace blubs in 11 lights 
in lunch room. Need lift to 
get to lights,very high 
ceiling.

8/19/13 Cafeteria Lunch room 1st floor east 
hall.

Electrical

Sheffield Sr (2660) 3B Need lens cover for light in 
plant manager office.

8/21/13 Custodial Room 222F. First floor 
lobby.

Electrical

Sheffield Sr (2660) 3B Light on east side of 
building is out.Light is for 
Teachers parking lot.

11/4/13 Parking Lot East side of 
building.Teachers parking 
lot.

Electrical

Sheffield Sr (2660) 3B Lights out in kitchen  , 
bulbs been changed bad 
ballast

11/5/13 Kitchen bad ballasts Electrical

Sheffield Sr (2660) 3B Replase ballast in lights in 
girls restroom,no lights at 
all in restroom.URGENT 
PLEASE.

11/8/13 Restroom (Girls) ROTC Building,southwest 
of school.

Electrical



Sheffield Sr (2660) 3B Need five cases of 
fluorescence light blubs for 
class rooms.

11/8/13 Classroom Through out School. Electrical

Sheffield Sr (2660) 3B No light in boys restroom 
2set bad ballasts 

11/12/13 Annex ROTC Electrical

Sheffield Sr (2660) 3B Room 105 have 11 ballast 
out.Change bulbs but light 
will not come on.

10/11/13 Classroom Room 105. Electrical

Sheffield Sr (2660) 3B LIGHTS LIBRARY-NOT 
COMING ON AT ALL-
PLANT MGR FLETCHER 
416-2370 KLR

10/16/13 Electrical

Sheffield Sr (2660) 3B A/C-HEAT RM 316-
SMOKING-THEY HAVE 
CALLED THE FIRE DEPT-
PLANT MGR FLETCHER 
416-2370 KLR

10/28/13 Electrical

Sheffield Sr (2660) 3B 4 sets of light out bad 
ballasts ,bulbs been 
changed

11/1/13 Classroom rm. 111 Electrical

Sheffield Sr (2660) 3B Electric sockets  in some 
area in kitchen not working

11/1/13 Kitchen elec.sockets Electrical

Sheffield Sr (2660) 3B FCU NOT COMING ON IN 
RM-308.
PLANT MGR-
FLETCHER/416.2370

9/3/13 Electrical

Sheffield Sr (2660) 3B Light out over steamtable 
bad ballast, bulbs been 
changed

9/16/13 Kitchen over steamtable. Electrical



Sheffield Sr (2660) 3B WIRING DOWN ON 
GROUND BETWEEN 
ROTC/MAIN BLDGS-
PLANT MGR FLETCHER 
416-2514 KLR

9/24/13 Electrical

Sheffield Sr (2660) 3B Need nine lights replace in 
gym-A-.Ceiling is very 
high,need a lift.

9/24/13 Gym First floor lobby area.. Electrical

Sheffield Sr (2660) 3B Expose wires inside of lab 
table.

9/24/13 Classroom Room 211. Electrical

Sheffield Sr (2660) 3B Replace twelve lights in 
lunch room.Ceiling is very 
high,need a lift to put lights 
in.

9/24/13 Cafeteria First floor east hall.. Electrical

Sheffield Sr (2660) 3B Need 200, Light bulbs 
5000HRS 200W Prism 
130V Long Lift plus for 
stage in Auditorium.

10/4/13 Auditorium First floor lobby area. Electrical

Sheffield Sr (2660) 3B Need 20,Light bulbs 5000 
HRS 300W Prism 130V 
Long Lift Plus for stage in 
Auditorium.

10/4/13 Auditorium First floor lobby area. Electrical

Sheffield Sr (2660) 3B Need 40 light bulbs 200W 
130V S3983 clear light 
bulbs satco for lights out in 
seating area.Will need lift 
to put lights in,ceiling is to 
high.

10/4/13 Auditorium First floor lobby area. Electrical

Sheffield Sr (2660) 3B Replace ballast in two 
lights in main office.

10/10/13 Administration Area Main office area. Electrical

Sheffield Sr (2660) 3B  Hard to turn lights on with 
key

7/12/13 1st Floor entrance light switch Electrical



Sheffield Sr (2660) 3B outlet coming off pole 7/19/13 Classroom 204 Electrical

Sheffield Sr (2660) 3B Need four boxes of 
fluorescent light bulbs for 
class rooms.

7/23/13 Classroom Throught out School. Electrical

Sheffield Sr (2660) 3B Computer outlet on wall is 
making a buzzing sound.

7/30/13 Classroom Second floor room 210. Electrical

Sheffield Sr (2660) 3B Replace three missing 
clocks in halls.Two first 
floor west hall by rooe 
112.One first floor east hall 
by room 101.

7/31/13 Hallway/Corridor West and East hall, first 
floor.

Electrical

Sheffield Sr (2660) 3B Two ballast is out boys 
restroom across from gym-
A-.

8/2/13 Restroom (Boys) 1st floor boys restroom 
across from gym A

Electrical

Sheffield Sr (2660) 3B Change one ballast in light 
in girls rest room across 
from room 114.

8/2/13 Restroom (Boys) 1ST Foor from room 114. Electrical

Sheffield Sr (2660) 3B Replace blubs to score 
board that is out.Have 
bulbs at school.

6/5/14 Gym Gym-A- main building 
lobby area.

Electrical

Sheffield Sr (2660) 3B HAS A COMPLETE 
POWER OUTAGE-PLANT 
MGR DANIELS 416-2370 
KLR

6/5/14 Electrical

Sheffield Sr (2660) 3B Lockeroom need 6sets of 
lights ,bad ballast

4/9/14 1st Floor Football lockeroom Electrical



Sheffield Sr (2660) 3B Outside light southend of 
main building near ROTC 
building is out .

4/10/14 Courtyard Southend of main 
building,near ROTC

Electrical

Sheffield Sr (2660) 3B Outside lights around gym-
B- is out.

4/10/14 Auxiliary Gym Around gym-B- Electrical

Sheffield Sr (2660) 3B UNIT IS MAKING NOISE 
IN RM-315
PLANT MGR-
FLETCHER/416.2514

4/14/14 Electrical

Sheffield Sr (2660) 3B Need 4 boxes of 
Fluorescent lights for 
classroom and hallways

4/28/14 1st Floor All over Building Electrical

Sheffield Sr (2660) 3B UNIT VENTILATOR is 
NOT COMING ON in 
ROOM 302 per Mr. Daniel, 
Plant Mgr. 416.2370

5/5/14 Electrical

Sheffield Sr (2660) 3B AIR HANDLER UNIT is 
NOT COMING ON in the 
ROOM 201 per Ms. 
Fletcher, Plant Mgr. 
416.2370

5/14/14 Electrical

Sheffield Sr (2660) 3B Please replace blown 
bulbs and lamps that are 
out  before AAU Classic in 
late June. 

5/29/14 Electrical

Sheffield Sr (2660) 3B Need lamp for school ware 
house number is 46714 
100w.Need about 20 lamp.

4/3/14 Custodial Plant Manager office 222-
F

Electrical

Sheffield Sr (2660) 3B Need floodlight lamp 90 
watts. Ware house number 
is 46781. Neea about 15 
lamp.

4/3/14 Custodial Plant Manager office 222-
F

Electrical



Sheffield Sr (2660) 3B 2 set of light out ,bad 
ballast bulbs been 
changed

4/2/14 Hallway/Corridor by Auditorium Electrical

Sheffield Sr (2660) 3B Need three cases of 
fluorescent light bulbs for 
class rooms.

3/11/14 Classroom Through out School. Electrical

Sheffield Sr (2660) 3B Need to change eight 
lights out in gym-B-.Lights 
have tampa proof 
screws,can not get in to 
change bulbs.

3/12/14 Gym Gym-B- Southend of 
School.

Electrical

Sheffield Sr (2660) 3B Need lights bulbs for 
Sheffield High 3boxes

3/19/14 Electrical

Sheffield Sr (2660) 3B Exhaust fan have stop 
working in ROTC 
restroom.

3/26/14 Annex ROTC Electrical

Sheffield Sr (2660) 3B bad ballast over servicing  
line area,bulbs been 
changed

3/31/14 Kitchen servicing line area Electrical

Sheffield Sr (2660) 3B rebuild air-handler in back 
of aud.

12/13/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B repair pump 12/13/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B rooms 101, 105, 107 
blowing cold per Ms. 
Fletcher 416-2370

12/16/13 Heating/Ventilation /Air 
Conditioning



Sheffield Sr (2660) 3B room 103 unit not coming 
on per Ms. Fletcher 416-
2370

12/16/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B BOILER NOT COMING 
ON.
PLANT MGR-
FLETCHER/416.2514

12/16/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Replace high fire and low 
fire gas valve on boiler #2.

12/16/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B HEAT LIBRARY OFC-
OVERHEATING, TEMP IS 
OVER 90-PLANT MGR 
FLETCHER 416-2370 
KLR

12/12/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Air Handler unit LEAKING 
from ceiling area in Room 
204 per Linda Fletcher, 
Plant Mgr. @ 
901.416.2370

8/27/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Daily - Sheffield High 
Level 1 Water Treatment - 
Refer to PM schedule 
details.

3/4/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Monthly - SHEFFIELD 
HIGH LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

3/4/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Monthly - Filter-Sheffield 
High - Refer to PM 
schedule details.

2/17/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B HEAT FRONT LOBBY 
RMS 101, 103, & 107-ALL 
NOT HEATING-PLANT 
MGR FLETCHER 416-
2370 KLR

12/9/13 Heating/Ventilation /Air 
Conditioning



Sheffield Sr (2660) 3B Air Handler Units are NOT 
HEATING in ROOMS 302 
and 303 per Linda 
Fletcher, Plant Mgr. 
416.2370

12/9/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Pump will not come on. 12/9/13 Custodial Closet First floor across from 
gym=A=102-B=.

Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B HEAT RMS 101, 104, 107, 
111, 116, 320B, & ASST 
PRIN'S OFC-ALL NOT 
HEATING-PLANT MGR 
FLETCHER 416-2370 
KLR

12/10/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B 3-FCU NOT COOLING IN 
RM-206(044) RM-
218(061) RM-312(026).
PLANT MGR-
GREGORY/416.4150

8/9/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Yearly - Cooling 
Towers(STRAINERS)-
Sheffield High - Refer to 
PM schedule details.

3/25/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Monthly - Oil Lube & Belt-
Sheffield High - Refer to 
PM schedule details.

3/1/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Monthly - Oil Lube & Belt-
Sheffield High - Refer to 
PM schedule details.

8/3/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B BOILER IS ON - AND 
ENTIRE SCHOOL IS 
COLD - PM/FLETCHER 
416-2370

1/6/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Units are NOT COMING 
ON in ROOMS 101, 102, 
103, 104, 105, 107, 216, 
AND 222F per Mr. Daniel, 
Plant Mgr. 416.2370

1/6/14 Heating/Ventilation /Air 
Conditioning



Sheffield Sr (2660) 3B Units are NOT HEATING 
in ROOMS 201, 202, 203, 
217, 218, 316, 317, 318, 
AND 319 per Mr. Daniel, 
Plant Mgr. 416.2370

1/6/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B HEAT RMS 102, 212, & 
320-ALL NOT HEATING-
PLANT MGR DANIELS 
416-2370 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B HEAT UNIT RM 107-
PIPES HAVE BURST ON 
UNIT PER SBE-WATER 
RUNNING 
EVERYWHERE-PLANT 
MGR DANIELS 416-2370 
KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B HEAT RM 119-NOT 
HEATING-PLANT MGR 
DANIELS 416-2370 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B BOILER IS NOT COMING 
ON - PM/FLETCHER 416-
2370

1/8/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B COIL HAS BUSTED IN 
RM-105
PLANT MGR-
FLETCHER/416.2370

1/8/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B HEAT RM 101, 107, 108, 
111, 216, & 309-ALL NOT 
HEATING-PLANT MGR 
FLETCHER 416-2370 
KLR

1/9/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B HEAT RM 119, 308, 310, & 
311-ALL NOT HEATING-
PLANT MGR FLETCHER 
416-2370 KLR

1/9/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B 7-UNITS NOT HEATING 
IN RM-
216,308,309,310,311,312,
316
PLANT MGR-
FLETCHER/416.2514

1/10/14 Heating/Ventilation /Air 
Conditioning



Sheffield Sr (2660) 3B Replace mixing valve. 1/10/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B HEAT RM 101, 103, 107, 
108, 213, 203, 209, 204, 
303, 310, 311, 312, 319, 
308, 307, 301, & CAFE 
MGR'S OFC-ALL NOT 
HEATING-PLANT MGR 
FLETCHER 416-2370 
KLR

1/16/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B BOILER PUMPS ARE 
NOT HEATING THE RMS - 
PM/FLETCHER 416-2370

1/21/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B HEAT RM 101-NOT 
HEATING-PLANT MGR 
FLETCHER 416-2514 
KLR

1/22/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B 3-AHU NOT HEATING IN 
RM-101,104,GYM-A 
PLANT MGR-
FLETCHER/416.2514

1/24/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B AHU NOT HEATING IN 
RM-104, & AHU IS 
OVERHEATING (90) IN 
RM-202
PLANT MGR-
FLETCHER/416.2370

1/27/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B per ms. fletcher 416-2370 
the principal's office is too 
hot (85 degrees)

2/3/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B FCU NOT COOLING IN 
ROTC BLDG
PLANT MGR-
FLETCHER/416.2514

8/13/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B ROTC Room a/c is not 
cooling per Ms. Fletcher 
416-2370

8/19/13 Heating/Ventilation /Air 
Conditioning



Sheffield Sr (2660) 3B boiler not heating per Ms. 
Fletcher 416-2370

11/8/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Chiller is in LOCK per 
Ronny Daniel, Plant Mgr. 
416.2370

10/10/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Monthly - Filter-Sheffield 
High - Refer to PM 
schedule details.

10/14/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B BOILER IS 
OVERHEATING (90).
PLANT MGR-
FLETCHER/416.2514

10/29/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Main office said noise from 
pump too loud

10/30/13 Custodial Closet pump in closet Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B PUMP IS MAKING NOISE 
IN CUST CLOSET 1ST 
FLR.
PLANT MGR-
FLETCHER/416.2370

11/1/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B GAS SMELL IN 
BASEMENT .
PLANT MGR-
FLETCHER/416.2370

11/1/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Yearly - Oil Samples-
Sheffield High - Refer to 
PM schedule details.

9/17/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B FCU RM 302-NOT 
COOLING-PLANT MGR 
FLETCHER 416-2370 
KLR

9/18/13 Heating/Ventilation /Air 
Conditioning



Sheffield Sr (2660) 3B chiller in alarm 7/11/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B UNIT IN THE ROTC BLDG 
IS NOT COOLING 
HELPER - FLETCHER 
416-2370

7/11/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B CHILLER IS NOT 
COMING ON ENTIRE 
BLDG IS HOT. SBE 
FLETCHER 416-2370

7/11/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B CHILLER NOT COOLING 
(184).

SBE-FLETCHER/416-
2370

7/15/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B UNIT IN THE ROTC BLDG 
IS NOT COMING ON. 
SBE FLETCHER 416-
2320

7/18/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B 14-FCU NOT COOLING 
IN RM-108(127) RM-
109(126) RM-119(129) RM-
118(130) RM-205(043) RM-
210(050) RM-218(061) 
RM-218B (062) RM-
219(063) RM-301(011) RM-
305(118) RM-307(120) RM-

7/19/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B CHILLER NOT COMING 
ON(184).
SBE-DANIEL/416-2370

7/23/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B rms 302, 215, 217, 307, 
310, 311, 312, library, 
lunch room all are running 
but not cooling
per Ronnie Daniel 416-
2370

7/24/13 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B Cafeteria air handler not 
coming on per Ronnie 
Daniel 416-2370

7/30/13 Heating/Ventilation /Air 
Conditioning



Sheffield Sr (2660) 3B Monthly - Filter-Sheffield 
High - Refer to PM 
schedule details.

6/16/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B AHU - IN LIBRARY - 
BLOWING NOT COOLING 
- PM/FLETCHER 416-
2370

4/11/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B CHILLER-1 MECH RM-
NOT COOLING-SBE NOT 
SURE IF IT'S THIS 
CHILLER OR THE 
OTHER ONE-PLANT 
MGR FLETCHER 416-
2370 KLR

4/14/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B CHILLER IS IN ALARM
PLANT MGR-
FLETCHER/416.2370

4/17/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B UNIT NOT COOLING IN 
CAFE & RM-216.
PLANT MGR-
FLETCHER/416.2370

4/24/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B 13-UNIT NOT COOLING 
IN RM-
111,114,118,119,205,206,2
15,216,303,313,317A& 
B,320
PLANT MGR-
FLETCHER/416.2370

5/8/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B per ms fletcher 416-2370 
chiller not controlled by 
EM and said was too cold

5/14/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B TWO (2) AIR HANDLER 
UNITS are NOT COOLING 
in the ROOMS 303 per 
Ms. Fletcher, Plant Mgr. 
416.2370

5/14/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B CHILLER MECH RM-IN 
ALARM-PLANT MGR 
FLETCHER 416-2370 
KLR

5/19/14 Heating/Ventilation /Air 
Conditioning



Sheffield Sr (2660) 3B A/C UNIT is LEAKING in 
the CEILING in the GYM 
per Mr. Daniel, Plant Mgr. 
416.2370

5/20/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B BOILER #2 PIPE HAS 
BUSTED 
PLANT MGR-
FLETCHER/416.2370

4/4/14 Heating/Ventilation /Air 
Conditioning

Sheffield Sr (2660) 3B  Ceiling need plaster to 
repair holes

8/27/13 Classroom rm 110,204,209,boys 
locker room

Painting

Sheffield Sr (2660) 3B Restrip Teachers and 
Students parking lots.

10/10/13 Parking Lot East and west parking lots. Painting

Sheffield Sr (2660) 3B Attendance Secretary 
removed and add Paula 
Wooldridge name in 
space. Asst.building eng. 
space put a Teacher of the 
month spot. Prin ci pal 
want it done ASAP

8/9/13 Parking Lot parking spaces. Painting

Sheffield Sr (2660) 3B Need gym-A- painted. 12/4/13 Gym Main bldg. gym-A-. Painting

Sheffield Sr (2660) 3B Peeling paint all over 
ceiling near windows,

12/12/13 Classroom 108 Painting

Sheffield Sr (2660) 3B Room 114 have paint 
peeling,room need 
painting.

3/11/14 Classroom Room 114. Painting

Sheffield Sr (2660) 3B Room 115 have paint 
peeling,room need 
painting.

3/11/14 Classroom Room 115. Painting



Sheffield Sr (2660) 3B Room 116 have paint 
peeling,need painting.

3/11/14 Classroom Room 116. Painting

Sheffield Sr (2660) 3B Rooms need plaster work 
before painting 
108,116,115,209 and 208

4/2/14 Classroom 108,116,209,208 Painting

Sheffield Sr (2660) 3B peeling paint room need 
painting

4/2/14 Classroom 117,118,108 Painting

Sheffield Sr (2660) 3B Paint peeling in area near 
windows, need painting

4/3/14 Classroom 111,119,Cust.break room Painting

Sheffield Sr (2660) 3B Peeling paint near 
windows, need painting

4/3/14 Classroom 208,209,211 Painting

Sheffield Sr (2660) 3B Peeling paint near 
windows, need painting

4/3/14 Classroom 210,212,213 Painting

Sheffield Sr (2660) 3B Peeling paint,near 
windows need painting

4/4/14 Classroom 201,202,203 Painting

Sheffield Sr (2660) 3B Peeling paint need 
painting 

4/9/14 Classroom 117,118,119 Painting

Sheffield Sr (2660) 3B Peeling paint need 
painting

4/15/14 1st Floor Football Lockerroom Painting



Sheffield Sr (2660) 3B GRAFFITI ON B/RR 
NORTH, 1ST FLR LOBBY, 
FLAG POLE
PLANT MGR-
DANIEL/416.2370

8/26/13 Painting

Sheffield Sr (2660) 3B Room 113 have paint 
peeling,room need 
painting.

3/11/14 Classroom Room 113. Painting

Sheffield Sr (2660) 3B GANG GRAFFITI IN B/G 
RR'S 1ST, 2ND, & 3RD 
FLRS ON STALL WALLS-
PLANT MGR FLETCHER 
416-2370 KLR

2/12/14 Painting

Sheffield Sr (2660) 3B paint lines on football field 8/6/13 Painting

Sheffield Sr (2660) 3B Bad area in locked cage in 
ROTC building ,wall of 
peeling paint. 

2/7/14 Annex ROTC Painting

Sheffield Sr (2660) 3B GRAFFITI IN G/RR 2ND & 
3RD FLS
PLANT MGR-
FLETCHER/416.2370

9/27/13 Painting

Sheffield Sr (2660) 3B GRAFFITI IN B/RR 2ND 
FLR WALLS
PLANT MGR-
FLETCHER/416.2514

4/22/14 Painting

Sheffield Sr (2660) 3B GANG GRAFFITI GYM 
AREA ON UPSTAIRS 
BLEACHERS & G RR 
GYM AREA ON STALL 
WALLS-PLANT MGR 
FLETCHER 416-2370 
KLR

5/7/14 Painting

Sheffield Sr (2660) 3B paint lines on football field 5/28/14 Painting



Sheffield Sr (2660) 3B Test RP devices on site. 1/2/14 Plumbing

Sheffield Sr (2660) 3B Water cooler leaking in the 
back ,filling up buckets, 
please repair 
asap,Cafe.Mang.wanted it 
fixed yesterday

12/12/13 Cafeteria water cooler Plumbing

Sheffield Sr (2660) 3B  Flush Main Sewer  3/4/14 Plumbing

Sheffield Sr (2660) 3B Replace broken sink.Sink 
have sharp edges.

2/7/14 Restroom (Boys) Boys restroom 2nd floor 
north.

Plumbing

Sheffield Sr (2660) 3B Girls restroom 2nd floor 
south exit.Toilet is leaking 
around pipe when flush.

2/7/14 Restroom (Girls) Girls restroom 2nd floor 
south exit.

Plumbing

Sheffield Sr (2660) 3B Girls restroom 3rd floor by 
north exit. Toilet leaks 
when flushing around 
pipes.

2/11/14 Restroom (Girls) 3rd floor by north exit. Plumbing

Sheffield Sr (2660) 3B Unstop Sewer 2/12/14 Plumbing

Sheffield Sr (2660) 3B VERY STRONG SEWER 
SMELL IN RM 104-THEY 
HAD TO MOVE CLASS, 
IT"S MAKING EVERYONE 
SICK-PLANT MGR 
FLETCHER 416-2370 
KLR

2/13/14 Plumbing

Sheffield Sr (2660) 3B Pipe in ceiling over stove 
is leaking.

2/21/14 Cafeteria Kithen area Plumbing



Sheffield Sr (2660) 3B Teacher lounge women 
restroom faucet will not cut 
off.

12/4/13 2nd Floor Teachers Lounge,2nd floor Plumbing

Sheffield Sr (2660) 3B Cooling tower needs to be 
drained and checked for 
leaks.

12/5/13 Plumbing

Sheffield Sr (2660) 3B Faucet has bad drip can 
not turn off

8/6/13 Kitchen sink area Plumbing

Sheffield Sr (2660) 3B Girls restroom faucet need 
repaired will not turn off. 
Front accross from Plant 
Mang. office.

8/6/13 Hallway/Corridor 1fl.corridor Plumbing

Sheffield Sr (2660) 3B Water leaking on floor from  
sink pipe 

8/6/13 Clinic 1ST Foor from room 114. Plumbing

Sheffield Sr (2660) 3B per Ms. Fletcher 416-2370 
in the kitchen the floor 
drain is backing up 

12/2/13 Plumbing

Sheffield Sr (2660) 3B Unit vent in room 305 is 
leaking down into room 
204,ID number for unit 
vent in room 305 is 139-
018.

8/6/13 Classroom Room 204 and 305. Plumbing

Sheffield Sr (2660) 3B Faucet will not cut off. 8/6/13 Kitchen Rear kitchen area. Plumbing

Sheffield Sr (2660) 3B PIPES LEAKING IN RMS 
204 & 210-PER SBE HAS 
TWO LARGE BARRELLS 
IN EACH RM CATCHING 
WATER-SBE FLETCHER 
416-2370 KLR

8/7/13 Plumbing



Sheffield Sr (2660) 3B FLR DRAIN HAS 
FLOODING IN 
BASEMENT
PLANT MGR-
FLETCHER/416.2370

8/7/13 Plumbing

Sheffield Sr (2660) 3B OVEN NEEDS TO BE LIT.
PLANT MGR-
FLETCHER/416.2370

8/8/13 Plumbing

Sheffield Sr (2660) 3B  Pump rocks & dirt out of 
manhole

8/9/13 Plumbing

Sheffield Sr (2660) 3B NO HOT WATER IN 
KITCHEN. 
PLANT MGR-
FLETCHER/416.2370

11/14/13 Plumbing

Sheffield Sr (2660) 3B Across from Plant Mang. 
office sinks in restroom 
faucets can not turn off 
because handle broken

11/25/13 Restroom (Boys) 1fl. Plumbing

Sheffield Sr (2660) 3B Faucet to sink will cut 
off.Boys restroom across 
from gym-A-.

11/26/13 Restroom (Boys) Main lobby across from 
gym-A-.

Plumbing

Sheffield Sr (2660) 3B Repair water cooler,water 
will not stop running.Water 
is running onto floor.Plant 
Manager cut water off to 
water cooler.

3/31/14 Gym Boys locker room gym-A- Plumbing

Sheffield Sr (2660) 3B Ice machine not making 
ice just water

1/2/14 Kitchen Ice machine Plumbing

Sheffield Sr (2660) 3B Boiler 2 pump has a hole   4/3/14 1st Floor boiler room Plumbing



Sheffield Sr (2660) 3B Ceiling leaking from pipe, 
need repaired 

2/7/14 1st Floor Football Locker room  Plumbing

Sheffield Sr (2660) 3B Ceiling leaking from pipe, 
need repaired 

2/7/14 1st Floor Football Locker room  Plumbing

Sheffield Sr (2660) 3B Ceiling leaking from pipe, 
need repaired 

2/7/14 1st Floor Football Locker room  Plumbing

Sheffield Sr (2660) 3B Need Faucet turn off small 
leak,before it get greater in 
Science lab rm. 211

12/3/13 Classroom 211 Plumbing

Sheffield Sr (2660) 3B SEWAGE IA BACKING UP 
CAUSING A FLOOD IN 
BASEMENT
PLANT MGR-
FLETCHER/416.2514

1/10/14 Plumbing

Sheffield Sr (2660) 3B Unstop main sewer 1/14/14 Plumbing

Sheffield Sr (2660) 3B Boys restroom stopped, 
can not make it work

1/16/14 Auxiliary Gym gym B Plumbing

Sheffield Sr (2660) 3B Pipe leak in ceiling, need  
repaired asap

1/21/14 Clinic 108 Plumbing

Sheffield Sr (2660) 3B Water line on wall is 
leaking.

1/27/14 Kitchen Serving line area,northeast 
wall.

Plumbing



Sheffield Sr (2660) 3B FLOOR DRAIN 
BASEMENT BOILER RM-
BACKING UP SEWAGE-
PLANT MGR FLETCHER 
416-2370 KLR

2/3/14 Plumbing

Sheffield Sr (2660) 3B Unstop Main Sewer 8/12/13 Plumbing

Sheffield Sr (2660) 3B Clean basement floor 
(mud and sewage)

8/13/13 Plumbing

Sheffield Sr (2660) 3B SINK PIPE IS LEAKING 
WATER IN RM-108A
PLANT MGR-
FLECHER/416.2370

8/14/13 Plumbing

Sheffield Sr (2660) 3B SINK PIPE IS LEAKING 
WATER IN RM-108A
PLANT MGR-
FLETCHER/416.2370

8/14/13 Plumbing

Sheffield Sr (2660) 3B Unstop sewer drain 8/19/13 Plumbing

Sheffield Sr (2660) 3B PIPE LEAK IN RM-104
PLANT MGR-
FLETCHER/416.2514

8/19/13 Plumbing

Sheffield Sr (2660) 3B Toilet is leaking from 
bottom when flush.

8/22/13 Administration Area Clinic 108-A. Plumbing

Sheffield Sr (2660) 3B Unit vent in room 320 is 
leaking down into room 
218-B.

8/22/13 Classroom Room 218-B/320. Plumbing



Sheffield Sr (2660) 3B Toilet stop up,could not up 
stop.

11/1/13 Restroom (Girls) Gym-B- girls locker room. Plumbing

Sheffield Sr (2660) 3B Sink in girls dressing room 
is stop up.

11/1/13 Auditorium Girls dressing room.. Plumbing

Sheffield Sr (2660) 3B Video main sewer 11/5/13 Plumbing

Sheffield Sr (2660) 3B Video main sewer 11/5/13 Plumbing

Sheffield Sr (2660) 3B Unstop main sewer 11/5/13 Plumbing

Sheffield Sr (2660) 3B video main sewer at 
loading dock

11/5/13 Plumbing

Sheffield Sr (2660) 3B Sewer stopped up. 11/6/13 Plumbing

Sheffield Sr (2660) 3B no hot water in kitchen per 
Ms. Fletcher 416-2370

11/7/13 Plumbing

Sheffield Sr (2660) 3B Restrooms all tiolets 
stopped up in Girls 

11/13/13 Restroom (Girls) 3fl Plumbing



Sheffield Sr (2660) 3B Assist Crutchfield camera 
main sewer lines for 
problem.

10/10/13 Plumbing

Sheffield Sr (2660) 3B camera sewer 10/14/13 Plumbing

Sheffield Sr (2660) 3B Flush sewer 10/14/13 Plumbing

Sheffield Sr (2660) 3B Science lab need faucet 
fixed leaking around 
bottom       can not turn off 

10/16/13 Classroom 211 Plumbing

Sheffield Sr (2660) 3B Pipes leaking fan coil unit 
from room 214 and 114

10/16/13 Classroom 114 and 214 Plumbing

Sheffield Sr (2660) 3B floor drain at serving line is 
backing up per Ms. 
Fletcher 416-2370

10/17/13 Plumbing

Sheffield Sr (2660) 3B Tiolet stopped up in 
restroom in Auditorium

10/24/13 Auditorium dressing room Plumbing

Sheffield Sr (2660) 3B Tiolet stopped up in boys 
restroom, can not 
unstopped

10/25/13 Restroom (Boys) 1fl. Plumbing

Sheffield Sr (2660) 3B Faucet handler broken can 
not turn water off

10/25/13 Restroom (Boys) 1fl. Plumbing



Sheffield Sr (2660) 3B Science lab need faucets 
under lab sinks  handler 
taken off students turning 
faucets on 

10/25/13 Classroom 211 Plumbing

Sheffield Sr (2660) 3B Clean & video sewer 10/28/13 Plumbing

Sheffield Sr (2660) 3B SEWAGE IS BACKING 
UP IN BASEMENT ( 
TECH IS ALREADY ON 
SITE).
PLANT MGR-
FLETCHER/416.2370

10/28/13 Plumbing

Sheffield Sr (2660) 3B Unstop main sewer 10/30/13 Plumbing

Sheffield Sr (2660) 3B video sewer 10/30/13 Plumbing

Sheffield Sr (2660) 3B Replace sewer from 
teachers lounge

10/30/13 Plumbing

Sheffield Sr (2660) 3B Girls and boys restroom 
stopped up, had to lock up

10/30/13 Restroom (Boys) 3fl. restrooms  Plumbing

Sheffield Sr (2660) 3B  Tiolet need seat 11/1/13 Restroom (Girls) 2fl by room 203 Plumbing

Sheffield Sr (2660) 3B Bad leak in Main Office in 
ceiling tile soak fell out 

9/3/13 Administration Area Main Office Plumbing



Sheffield Sr (2660) 3B SEWAGE IS BACKING IN 
BASEMENT.
PLANT MGR-
FLETCHER/416.2370

9/3/13 Plumbing

Sheffield Sr (2660) 3B Second floor boys 
restroom by north 
exit,toilet is loose at 
bottom.

9/4/13 Restroom (Boys) Boys restroom 2nd floor by 
north exit.

Plumbing

Sheffield Sr (2660) 3B Floor drain is missing,need 
to be replaced.

9/5/13 Restroom (Boys) Boys restroom 1st floor 
across from gym A

Plumbing

Sheffield Sr (2660) 3B Ceiling still leaking in Main 
office by Principal door

9/6/13 Administration Area Main office Plumbing

Sheffield Sr (2660) 3B Faucet in boys restroom 
can not turn off

9/11/13 Restroom (Girls) across from Gym A Plumbing

Sheffield Sr (2660) 3B Pressure gauge alarm 
going off (in utility closet) 
per Ms. Fletcher 416-2370

9/16/13 Plumbing

Sheffield Sr (2660) 3B MEN-WOMEN/RR 
TOILETS NOT FLUSHING 
IN TEACHERS' LOUNGE.
PLANT MGR-
FLETCHER/416.2370

9/18/13 Plumbing

Sheffield Sr (2660) 3B 2-UV ARE LEAKING 
WATER IN RM-302,309. 
PLANT MGR-
FLETCHER/416.2370

9/26/13 Plumbing

Sheffield Sr (2660) 3B Flush Sewer  Lines 9/26/13 Plumbing



Sheffield Sr (2660) 3B UV IS LEAKING WATER 
IN RM-302
PLANT MGR-
FLETCHER/416.2370

9/27/13 Plumbing

Sheffield Sr (2660) 3B Leak in room 110 by 
window messing up wall 
and ceiling

9/27/13 Classroom 110 Plumbing

Sheffield Sr (2660) 3B A/C RM 109-LEAKING-
PLANT MGR FLETCHER 
416-2370 KLR

10/4/13 Plumbing

Sheffield Sr (2660) 3B A/C CAFE LEAK-PLANT 
MGR FLETCHER 416-
2370 KLR

10/4/13 Plumbing

Sheffield Sr (2660) 3B FLOOR DRAIN BACKING 
UP SEWAGE IN 
BASEMENT AREA-PLANT 
MGR FLETCHER 416-
2370 KLR

10/4/13 Plumbing

Sheffield Sr (2660) 3B Floor drains in basement 
are backing up
per Mr. Daniel 416-2370

7/22/13 Plumbing

Sheffield Sr (2660) 3B big sink hole outside 
kitchen loading dock and 
cooling tower.  approx 5 ft 
wide x 6 ft deep
per Ronnie Daniel 416-
2370

7/23/13 Plumbing

Sheffield Sr (2660) 3B Replace float ball 
assembly in cooling tower.

7/24/13 Plumbing

Sheffield Sr (2660) 3B Repair underground sewer 
outside kitchen

7/25/13 Plumbing



Sheffield Sr (2660) 3B Water fountain by room 
215,water will not cut off.

7/26/13 Hallway/Corridor 2 floor by room 215. Plumbing

Sheffield Sr (2660) 3B Unit vent in room 311 is 
leaking down in room 
210.ID number for unit 
vent in 311 is 139-025

7/30/13 Classroom Room 311. Plumbing

Sheffield Sr (2660) 3B  Pour concrete curb for 
drainage problems outside 
kitchen, Cedric is aware of 
problem

7/31/13 Plumbing

Sheffield Sr (2660) 3B  Cut drainage swell from 
cooling tower to Shrine 
Elem., Cedric is aware of 
problem.

7/31/13 Plumbing

Sheffield Sr (2660) 3B UV IS LEAKING WATER 
FROM RM-311 TO 
RM310.
PLANT MGR-
DANIEL/416.2370

8/1/13 Plumbing

Sheffield Sr (2660) 3B Unit vent in room 320 is 
leaking down into room 
220.

8/1/13 Classroom Room 320 and 220. Plumbing

Sheffield Sr (2660) 3B AC unit in the gym, north 
east corner leaking.

6/6/14 Plumbing

Sheffield Sr (2660) 3B AC unit in the gym, north 
east corner leaking.  Need 
pipe fitters to take a look 
and unit.  Considering 
removing 3 inch actuator 
valve and installing spool 
piece to stop leaking onto 
floor.  See William 

6/6/14 Plumbing

Sheffield Sr (2660) 3B A/C RM 310 LEAKING 
AND IT'S GOING DOWN 
INTO RM 209 & UV RM 
302 LEAKING-PLANT 
MGR DANIELS 416-2370 
KLR

6/11/14 Plumbing



Sheffield Sr (2660) 3B SINK FOOTBALL 
LOCKER RM-LEAKING 
FROM BOTTOM, CAN'T 
CONTAIN-PLANT MGR 
DANIELS 416-2370 KLR

6/11/14 Plumbing

Sheffield Sr (2660) 3B A/C RM 304-LEAKING-
PLANT MGR DANIELS 
416-2370 KLR

6/12/14 Plumbing

Sheffield Sr (2660) 3B SHOWER HEAD 
CONTINUES TO RUN IN 
G/LOCKER RM GYM
PLANT MGR-
FLETCHER/416.2514

4/10/14 Plumbing

Sheffield Sr (2660) 3B Water leaking from pipe 4/10/14 Kitchen sink Plumbing

Sheffield Sr (2660) 3B Toilet first stall gym-A- 
boys locker room. Wast 
will not go down good. 
Tried running snake down 
toilet, but still the same.

4/10/14 Gym Gym-A- boys locker room Plumbing

Sheffield Sr (2660) 3B Leak in Football locker 
room by storage cage

4/11/14 1st Floor football locker room Plumbing

Sheffield Sr (2660) 3B Broken ceramic water 
fountain , sharp edges

4/11/14 1st Floor F.B  locker room Plumbing

Sheffield Sr (2660) 3B COMMODE TEACHER'S 
LOUNGE 2ND FLR-
OVERFLOWING, CAN'T 
CUT OFF OR CONTAIN-
PLANT MGR FLETCHER 
416-2370 KLR

4/16/14 Plumbing

Sheffield Sr (2660) 3B pipe leak in ceiling front of 
smart board

4/23/14 Classroom 304 Plumbing



Sheffield Sr (2660) 3B COMMODE 1ST FLR BY 
CAFE G RR - LEAKING 
BAD - PM/FLETCHER 416-
2370

4/23/14 Plumbing

Sheffield Sr (2660) 3B FAUCET has been 
BROKEN OFF in the 1ST 
FLOOR, GIRL'S RR per 
Ms. Fletcher, Plant Mgr. 
416.2370

4/24/14 Plumbing

Sheffield Sr (2660) 3B Unstop roof drains 5/5/14 Plumbing

Sheffield Sr (2660) 3B Repair water faucet east 
wall in front of school. 
Water will not cut off.

5/8/14 Grounds East wall in front of School Plumbing

Sheffield Sr (2660) 3B A/C GYM AREA-LEAKING-
PLANT MGR FLETCHER 
416-2370 KLR

5/15/14 Plumbing

Sheffield Sr (2660) 3B Ice machine leaking floor 
staying wet,floor drain 
stopped up

5/22/14 Kitchen Ice machine Plumbing

Sheffield Sr (2660) 3B DRAINS are STOPPED 
UP in the KITCHEN per 
Ms. Fletcher, Plant Mgr. 
416.2370

5/22/14 Plumbing

Sheffield Sr (2660) 3B water sod 5/29/14 Plumbing

Sheffield Sr (2660) 3B Shower in girls locker 
room will not cut off.

4/8/14 Gym Girls locker room gym-A- Plumbing



Sheffield Sr (2660) 3B water fountain in boys 
locker will not turn off 

4/2/14 Gym gym A Plumbing

Sheffield Sr (2660) 3B Ceiling leaking from pipe, 
need repaired 

2/7/14 1st Floor Football Locker room  Plumbing

Sheffield Sr (2660) 3B Air Handler is LEAKING in 
the Mechanical Room on 
the 1st Floor by 
Auditorium, per Ronnie 
Daniels, Plant Mgr. 
416.2370

3/12/14 Plumbing

Sheffield Sr (2660) 3B WATER WAS CUT OFF 
TO THE BLDG ON 
3/18/2014 AND NOW THE 
PIPES IN SCIENCE LAB 
RM 209 & KITCHEN 
AREA-ARE MAKING 
STRANGE NOISES AND 
DOING STRANGE 

3/19/14 Plumbing

Sheffield Sr (2660) 3B No HOT WATER in the 
KITCHEN per Ms. 
Fletcher, Plant Mgr. 
416.2370

3/24/14 Plumbing

Sheffield Sr (2660) 3B CEILING PIPE IS 
LEAKING WATER IN RM-
114
PLANT MGR-
FLETCHER/416.2370

3/26/14 Plumbing

Sheffield Sr (2660) 3B Sink is leaking around 
faucet.

3/26/14 Custodial Closet Custodial colset 312-A-. Plumbing

Sheffield Sr (2660) 3B per ms fletcher 416-2370 
room 211 (science lab) 
there is a cut off valve 
can't shut off and has 
flooded room and has 
flooded room 114 also

3/31/14 Plumbing

Sheffield Sr (2660) 3B Roff is leaking in room 
304.

12/12/13 Classroom Room 304 Roof



Sheffield Sr (2660) 3B Repair roof leak in ROTC 
building.Roof is leaking 
into rifle range.

3/7/14 Classroom ROTC Building. Roof

Sheffield Sr (2660) 3B Roof leak in between room 
104 and 105,band room 
area.

2/12/14 Hallway/Corridor 1st floor west hall. Roof

Sheffield Sr (2660) 3B Bad roof leak in room 304 2/18/14 Classroom 304 Roof

Sheffield Sr (2660) 3B Leaking from light fixture in 
entrance way have bucket  
under leak.

12/10/13 Cafeteria Entrance way Roof

Sheffield Sr (2660) 3B Rifle range area has bad 
leaks,

4/1/14 Annex ROTC Roof

Sheffield Sr (2660) 3B Roof is leaking in 
Attendance office, 117-A.

1/6/14 Administration Area Attendance office 117-A. Roof

Sheffield Sr (2660) 3B We have a real bad roof 
leak in football locker 
room.

1/10/14 Gym Football locker room. Roof

Sheffield Sr (2660) 3B Leaking in rifle range area 
when it rain you see how 
bad the roof is

1/13/14 Classroom ROTC building Roof

Sheffield Sr (2660) 3B Roof leak ROTC restroom. 1/14/14 Classroom ROTC building. Roof



Sheffield Sr (2660) 3B Bad leak in boys Football 
Locker room by Gym A

1/17/14 1st Floor football locker room Roof

Sheffield Sr (2660) 3B Roof is leaking in room 
304.

1/27/14 Classroom Room 304 Roof

Sheffield Sr (2660) 3B Roof leak when it rain 
ROTC building

8/13/13 Classroom ROTC Roof

Sheffield Sr (2660) 3B  Leakaround sky light in 
3floor hallway 

10/18/13 3rd Floor Roof leakf Roof

Sheffield Sr (2660) 3B  Stairway  has skylight 
leak ,took ceiling tile down 
was soak 

10/22/13 Stairway east stairway Roof

Sheffield Sr (2660) 3B Roof leak in middle of 
Library, carpet floor

9/23/13 Library 2ft. Roof

Sheffield Sr (2660) 3B Roof is leaking, main lobby 
area.

7/31/13 Hallway/Corridor Main entrance lobby area. Roof

Sheffield Sr (2660) 3B Roof is leaking in room 
304.

8/1/13 Classroom Room 304. Roof

Sheffield Sr (2660) 3B Roof is leaking in room 
313.

6/23/14 Classroom Room 313 Roof



Sheffield Sr (2660) 3B Ceiling leaking from pipe, 
need repaired 

4/30/14 1st Floor Football Locker room  Roof

Sheffield Sr (2660) 3B Roof leak in rifle range. 5/8/14 Classroom Rotc building Roof

Sheffield Sr (2660) 3B Roof leak in main office. 5/30/14 Administration Area Main office area Roof

Sheffield Sr (2660) 3B Roof leak in room 303. 5/30/14 Classroom Room 303 Roof

Sheffield Sr (2660) 3B Roof leak main lobby. 5/30/14 Hallway/Corridor Main lobby area. Roof

Sheffield Sr (2660) 3B Roof is leaking in hall by 
band room.

5/30/14 Hallway/Corridor West hall by band room. Roof

Sheffield Sr (2660) 3B Roof leaks in riffle range 
area

3/25/14 Annex ROTC Roof

Sheffield Sr (2660) 3B Roof leak in library. 3/11/14 Library Between 2nd & 3rd floor. Roof

Sheffield Sr (2660) 3B Repair metal to front of 
unit ventlator in room 318.

2/12/14 Classroom Room 318 Sheet Metal



Sheffield Sr (2660) 3B Aluminum siding around 
the roof on the northwest 
side of building is loose 
and is very noisy when the 
wind blows.ROTC building

1/8/14 Annex Southwest of school 
ROTC bldg.

Sheet Metal

Sheffield Sr (2660) 3B Repair hole in ceiling in 
football locker room.  Need 
access door installed to 
provide access to valve.

3/27/14 Sheet Metal



Count of Craft Craft
Location Cabling Carpentry Electrical HVAC Painting Plumbing Roof Grand Total

Shrine (2675) 3B 2 10 46 23 3 23 9 116
Grand Total 2 10 46 23 3 23 9 116



Location Request Description Submittal Date Area Description Area Number Craft
Shrine (2675) 3B shrine -WO37154 -Please 

repair the data drop in this 
class room it is not 
working. Per. Principals 
request.
(Request Network Cabling 
Maintenance Repair)

8/6/13 Classroom Speach 2 Cabling

Shrine (2675) 3B  The Data drop is not 
working  in this room, 
Please  repair as soon as 
possible.

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

10/16/13 1st Floor  Speech room office Cabling

Shrine (2675) 3B Install new sink and 
cabinet in classroom.

6/3/14 Carpentry

Shrine (2675) 3B  Please repair the door to 
the girls bath room, the 
handle has come off on 
both sides of the door and 
you cannot open door. 
This is a safety issue.

10/30/13 1st Floor  Pool area next to gym Carpentry

Shrine (2675) 3B WINDOW BROKEN OUT 
IN RM 42 OVER THE 
WEEKEND DUE TO A 
BREAK IN-PLANT MGR 
MILLERWAY 416-2700 
KLR

11/18/13 Classroom Carpentry

Shrine (2675) 3B  The lock button on the 
inside of door to this bath 
room is sticking ,so that if 
the door is closed when 
someone leaves the door 
is locked

1/29/14 Kitchen  Rm. #2 Instructional #5 
hallway  

Carpentry

Shrine (2675) 3B Remove metal ramp that is 
on old drivers ed trailer.

2/26/14 Carpentry

Shrine (2675) 3B  Please replace the door 
sweep gasket on the exit 
door that is comeing off, 
Per teacher request.

8/8/13 Classroom Instructiona section5 last 
class rm. on right     

Carpentry



Shrine (2675) 3B  Please install the borded 
strips , on the wall out side 
Rm. 43. Teacher has the 
strips to be hung, see 
teacher for location.

9/13/13 Classroom  #43 north hallway next to 
Gym

Carpentry

Shrine (2675) 3B  Please replace the large 
blackboard at the back of 
the room with a cork board 
4X8 ft. And replace the 
four smaller blackboards 
size 40 & 3/8"x 48" on the 
left side of the room with 
four white boards the 

10/1/13 Classroom  Room 32 Carpentry

Shrine (2675) 3B  Please take down the 
long blackboard on the 
right side of the room and 
replace with 2 cork boards 
4'x 8'

10/1/13 Classroom Room 42 Carpentry

Shrine (2675) 3B  Please replace the large 
blackboard on the left side 
of the room with 2 - 4'x 8' 
white boards.

10/1/13 Classroom Room #45 Carpentry

Shrine (2675) 3B  Please repair the light in 
this room the ballast are 
bad 

4/29/14 Library office Rm. #1-B Electrical

Shrine (2675) 3B  Please repair the light in 
this room that is not 
working the ballast are bad

4/30/14 Classroom Rm. 107 Electrical

Shrine (2675) 3B  Please repair the light that 
is not workimg in this 
hallway. The ballast are 
bad 

4/30/14 Hallway/Corridor By pool room Electrical

Shrine (2675) 3B GENERATOR PANEL 
HAVE NO POWER &  
EMER LIGHTS HAVE NO 
POWER. 
PLANT MGR-
MILLOWAY/6743149

3/27/14 Electrical

Shrine (2675) 3B Please replace the bad 
ballast in this light that is 
not working

4/24/14 Classroom Rm.#22 Electrical



Shrine (2675) 3B Replace motor on AHU #2 4/24/14 Electrical

Shrine (2675) 3B UNIT KEEPS SHUTTING 
OFF IN RM-29,UNIT NOT 
COMING ON RM- 49
PLANT MGR-
MILLOWAY/674.3149

5/12/14 Electrical

Shrine (2675) 3B Please repair the 2 lights 
in the closet in this room 
that are burned out.

5/30/14 Classroom Instructional Hall #5 room 
#4

Electrical

Shrine (2675) 3B POWER OUTAGE 
throughout the ENTIRE 
BUILDING per Mr. 
Milloway, Plant Mgr. 
901.674.3149

6/5/14 Electrical

Shrine (2675) 3B  Please repair the 3 lights 
on this hallway that have 
bad ballast . Light bulbes 
have been replaced . And 
one has a broken socket & 
the light bulb cannot be 
put in.

10/23/13 Hallway/Corridor  North east hall by gym  Electrical

Shrine (2675) 3B  Please repair the ballast 
in this light bulbes have 
been replaced , light does 
not work.

10/23/13 Administration Area  Main hallway Rm. 16-A Electrical

Shrine (2675) 3B  Please repair the light in 
this room the ballast is 
bad. Replaced bulbs it will 
not work.

10/28/13 Classroom  Rm. # 44 Electrical

Shrine (2675) 3B  Please repair the light in 
this room , replaced all 4 
bulbs . The ballast is bad.

10/28/13 Classroom  Rm. # 23 Electrical

Shrine (2675) 3B  please repair the light in 
this room it has abad 
ballast

10/30/13 Library Room 1 Electrical



Shrine (2675) 3B  Please repair the light that 
is out in this room it has a 
bad allast

10/30/13 Data Closet  Room 26 Electrical

Shrine (2675) 3B  Please repair the light that 
is not working in this room 
ballast is bad

10/30/13 Classroom Room 39 Electrical

Shrine (2675) 3B  Please repair the lights on 
this hallway that have bad 
ballast

10/31/13 Hallway/Corridor  Instructional #6 Electrical

Shrine (2675) 3B  Please repair the light that 
is out in this bath room it 
has abad ballast.

11/6/13 Restroom (Boys)  Next to rm. #5 Electrical

Shrine (2675) 3B  The disposal in the 
kitchen is not working . 
Please repair.

11/15/13 Kitchen  Room #2 Electrical

Shrine (2675) 3B 2-PUMPS NOT COMING 
ON IN BOILER RM
PLANT MGR-
MILLOWAY/674.3149

12/9/13 Electrical

Shrine (2675) 3B  Please repair the light that 
is out in this room it has a 
bad ballast, replaced all 
four bulbs.

12/12/13 Classroom  Op. Theraphy room 28 Electrical

Shrine (2675) 3B  Please repair the lights in 
these rooms the ballast 
are bad. Bulbs have been 
replaced.

12/13/13 Classroom  Rm.s # 7 & # 23 Electrical

Shrine (2675) 3B administrative office and 
classrooms on north end 
of building have no power 
to outlets and lights out in 
hallways per Mr. Milloway 
416-2400

1/14/14 Electrical



Shrine (2675) 3B  I need 3 cass of F32T8's 
for class rooms & hallways

2/11/14 Custodial Plant MGR.s office Electrical

Shrine (2675) 3B  Please check exit lights to 
make sure they are 
working properly.

2/24/14 1st Floor  All exit lights Electrical

Shrine (2675) 3B  Please repair the light in 
the middle of this room, 
the ballast are bad .

3/20/14 1st Floor  Teachers Lounge next to  
Elevator

Electrical

Shrine (2675) 3B  Please repair the folling 4 
lights out by the pool area 
east side of building. 
Needed for security.

7/20/13 Grounds Main building Electrical

Shrine (2675) 3B  Please repair the light that 
is not working in this class 
room the ballast is bad.

8/6/13 Classroom Instruction 4 Rm. 42 Electrical

Shrine (2675) 3B HANDICAP AUTOMATED 
DOORS NORTH SIDE OF 
BLDG-HAS NO POWER-
WILL FOR STUDENTS-
SBE MILLERWAY 416-
2400 KLR

8/9/13 Electrical

Shrine (2675) 3B  Please repair the wall 
switches  for the automatic 
handi-cap doors at the 
main entrance.

8/13/13 1st Floor Handi-cap automatic doors Electrical

Shrine (2675) 3B NO POWER TO LIGHTS 
IN NURSING STATION. 
PLANT MGR-
MILLOWAY/416.3149

8/15/13 Electrical

Shrine (2675) 3B Please repair the 2 outlet 
s'in this room that are not 
working. Tried to reset 
breaker, it may be bad.

8/20/13 Classroom Room25 Electrical



Shrine (2675) 3B  Please repair the lights is 
this class room the bulbs 
have been replaced, but 
the ballast are bad.

8/21/13 Classroom  #30 Electrical

Shrine (2675) 3B The Principal has 
requested to have the 
outlets replaced in this 
room we are having 
trouble with them.

8/27/13 Classroom work room in Instructional 
#5

Electrical

Shrine (2675) 3B Please inspect the 
equipment #252025 return 
vent fan motor. By the 
main entrance it is 
makeing a rattling sound 
like something is loose.

8/28/13 Administration Area Main entrance by 
automatic doors

Electrical

Shrine (2675) 3B  Please repair the outlet in 
this room it does not work ,  
it has no power.

9/9/13 Classroom Mr. Faulk  Rm. #3 Electrical

Shrine (2675) 3B    Please repair the light 
that is not working by room 
#45 the ballast are bad.

9/17/13 Hallway/Corridor bY ROOM 45 Electrical

Shrine (2675) 3B  Please replace the ballast 
in the light  that is not 
working . the bulbs have 
been changed but only 
one light comes on.

9/25/13 Classroom Rm. #9 Instructional area 
6

Electrical

Shrine (2675) 3B  Please repair the 2 lights 
that have bad ballast in 
these rooms

9/26/13 Classroom Instructional 6 Rooms 7 & 
8

Electrical

Shrine (2675) 3B  Please replace the covers 
to the floor outlet in room 
39 the lids are broken off.

10/2/13 Classroom Room # 39 Electrical

Shrine (2675) 3B  I need 5 cases of T- 8 
light bulbs for class room 
replacement.

10/2/13 Custodial Room #117- C Electrical



Shrine (2675) 3B   Principal has requested 
for 2 double outlets yo be 
installed in the nurses 
station for suction 
machines to be used on 
patient's. As soon as 
possible.

10/3/13 Clinic  Nurses station between 
Instructional 5 & 6

Electrical

Shrine (2675) 3B  Principal has requested 
for 2 adtional outlet's in the 
clinic to use suction 
machines and equipment.

10/3/13 Clinic  Room 16 - C by main 
office

Electrical

Shrine (2675) 3B  Principal has requested 
for 2 outlets to be installed 
under cabinets in this area 
for suction machines & 
equipment to be used .

10/3/13 1st Floor  Nurses station by elevator Electrical

Shrine (2675) 3B Please repair the cooling 
unit in this room  the fan 
motor is locked up & the 
fan is not blowing,room is 
hot.

5/12/14 1st Floor  TeachersLounge Rm. 49 Electrical

Shrine (2675) 3B Please repair the cooling 
unit is this room the fan 
locks up when the motor 
get hot, no air circulation

5/12/14 Classroom Therapy Room # 29 Electrical

Shrine (2675) 3B Replace belts 4/23/14 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B RTU-7 SERVES 
TEACHER'S LOUNGE, 
CLINIC, WORKRM-NOT 
COMING ON-PLANT 
MGR MILLOWAY 416-
2400 KLR

5/12/14 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B Monthly - Filters - Shrine 
School - Refer to PM 
schedule details.

6/23/14 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B Monthly - Filters - Shrine 
School - Refer to PM 
schedule details.

10/21/13 Heating/Ventilation /Air 
Conditioning



Shrine (2675) 3B CHILLER IS IN ALARM.
PLANT MGR-
MILLOWAY/673.3149

10/29/13 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B BOILER NOT COMING 
ON.
PLANT MGR-
MILLOWAY/674.3149

11/11/13 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B BOILER - NOT COMING 
ON BAD HIGH 
PRESSURE VALVE - 
PM/MILLERWAY  416-
2360

11/13/13 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B Replace Boiler RIB Relay 12/3/13 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B HEAT PRIN'S OFC-NOT 
HEATING-PLANT MGR 
MILLERWAY 416-2400 
KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B Unit FAN is NOT 
WORKING PROPERLY 
causes unit to OVERHEAT 
and STOP WORKING in 
Room 45 per Mr. 
Millerway, Plant Mgr. 
416.2360

1/9/14 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B UNIT KEEPS SHUTTING 
OFF IN RM-45.
PLANT MGR-
MILLOWAY/673.3149

1/14/14 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B BOILER MECH RM-NOT 
COMING ON-AFFECTS 
ENTIRE BLDG-PLANT 
MGR MILLERWAY 416-
2400 KLR

1/15/14 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B Monthly - Filters - Shrine 
School - Refer to PM 
schedule details.

2/24/14 Heating/Ventilation /Air 
Conditioning



Shrine (2675) 3B Yearly - Fire Boilers #003 - 
Shrine - Refer to PM 
schedule details.

3/15/14 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B BOILER NOT HEATING 
PLANT MGR-
MILLOWAY/674.3149

3/17/14 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B AHU-2 B GYM 
MEZZANINE-NOT 
COOLING-SBE 
MILLERWAY 416-2400 
KLR

8/13/13 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B THERMOSTAT IN RM 25-
IS DAMAGED-CAN'T 
CONTROL AIR FLOW-
PLANT MGR MILLERWAY 
416-2360 KLR

9/4/13 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B RTU #4 NOT COMING ON 
IN RM-6.
PLANT MGR-
MILLOWAY/416.2400

9/4/13 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B RTU-4 SERVES 
INSTRUCTIONAL AREA 6-
NOT COOLING-PLANT 
MGR MILLERWAY 416-
2400 KLR

9/9/13 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B  Please repair the a/c wall 
unit that is leaking water 
on the floor.The area rug 
in the classr room was 
soaked with water. 

10/16/13 Classroom   # 30 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B  Please replace the filters, 
they have not been 
changed since last July or 
august.

3/21/14 1st Floor Class rooms & hallways Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B Monthly - Oil Lube & Belt-
Shrine  - Refer to PM 
schedule details.

3/23/14 Heating/Ventilation /Air 
Conditioning



Shrine (2675) 3B Monthly - Oil Lube & Belt-
Shrine  - Refer to PM 
schedule details.

8/25/13 Heating/Ventilation /Air 
Conditioning

Shrine (2675) 3B  The Principal has 
requested to have all of 
the hallways touched up 
with paint, where the 
wheel chairs and carts 
have scratched or bumped 
them.   

10/17/13 Hallway/Corridor  Main hallways Painting

Shrine (2675) 3B The Principal has 
requested to have all of 
the play ground graffics in 
the court yard repainted, 
so they can  be seen. This 
is a summer project.

4/28/14 Courtyard Play Ground on the west 
side of building

Painting

Shrine (2675) 3B  Please restripe the 
Wheelchair sidewalk 
access points, so they can 
be clearly seen when 
loading & unloading 
Students in Wheelchairs 
on buses. Per Principals 
Request.

11/8/13 Grounds  North Entrance & west 
Entrance driveways 

Painting

Shrine (2675) 3B Repair water leak on AHU 4/24/14 Plumbing

Shrine (2675) 3B Install new sink and 
cabinet in classroom.

6/3/14 Plumbing

Shrine (2675) 3B  Please repair the toilet in 
this bath room water is 
over filling the bowl and 
runing on the floor .

11/4/13 Restroom (Girls)  Next to rm. 10 in 
Instructional #6 Hallway       

Plumbing

Shrine (2675) 3B  Please repair the toilet in 
this rest room the flush 
valve handle leaks when 
you flush it

12/3/13 Restroom (Boys)  Next to room 49 Plumbing

Shrine (2675) 3B  Please repair the faucets 
in this room the water 
leaks at the base of the 
handle when turned on.

12/3/13 Kitchen  Next to the library in 
instructional (5) R m.2  

Plumbing



Shrine (2675) 3B  Toilet in girls bath room 
runs over when you flush it 
on the floor. Please repair.

12/13/13 Restroom (Girls)  Instructional  Area # 6 Plumbing

Shrine (2675) 3B Please repair rthe sink in 
this bath room it is leaking 
under the sink where the 
pipes connect.

1/16/14 Restroom (Girls) By the teacher lounge Plumbing

Shrine (2675) 3B  Please repair the middle 
toilet on the yellow tile side 
in this bath room. Water 
leaks from the base of the 
flush valve neck ,when you 
flush.

1/16/14 Restroom (Girls)  In Instructional #6 area Plumbing

Shrine (2675) 3B  Please repair the urinal 
flush valve it leaks at the 
flush valve handle in this 
rest room.

1/24/14 Restroom (Boys) Across from room #5 
Instructional  6  hallway  

Plumbing

Shrine (2675) 3B  Please repair the toilet on 
the green tile side is loose 
at the floor.

1/24/14 Restroom (Girls) Instructional #6 hallway Plumbing

Shrine (2675) 3B SINK THAT'S 
CONNECTED TO 
GARBAGE DISPOSAL 
NURSE'S STATION-
STOPPED UP AND 
DRAIN PIPE CAME 
LOOSE FROM UNDER 
SINK AND IT'S LEAKING-

1/30/14 Plumbing

Shrine (2675) 3B  Please repair as soon as 
possible the handicap 
toilet in this bath room, 
water flows from the pipe 
where it joins the toilet 
below the flush valve. 
When you flush it water 
runs on the floor. 

2/18/14 Restroom (Girls) Instructional #5 hallway 
green tile side   

Plumbing

Shrine (2675) 3B  Please repair the toilet in 
this rest room. The flush 
valve is leaking water on 
the floor when flushed.

2/21/14 Restroom (Girls)  Teacher Lounge Rm. 23 Plumbing

Shrine (2675) 3B per mr milloway 416-2360 
water valve for pool is 
leaking really bad

3/17/14 Plumbing



Shrine (2675) 3B  Please repair the leaking 
toilet in this 
bathroom,water leaks from 
the pipe ,that goes into the 
toilet below the flush valve.

3/17/14 Restroom (Girls) Inst # 5 haiiway across 
from Library

Plumbing

Shrine (2675) 3B CEILING PIPES LEAKING 
WATER HALL BY MAIN 
OFFICE.
SBE-MILLOWAY/288-
9130

7/22/13 Plumbing

Shrine (2675) 3B  Please repair the toilet in 
this bath room , the flush 
valve does not work and 
the toilet bowl is loose at 
floor bolts.

7/29/13 Restroom (Girls) By the main office Plumbing

Shrine (2675) 3B Main office a/c leaking (it 
is a floor unit) per Mr. 
Milloway 416-2600

8/5/13 Plumbing

Shrine (2675) 3B Please repair hot & cold 
faucets leaking.

8/8/13 Kitchen Instructional 5 section rm.2 Plumbing

Shrine (2675) 3B UV MAIN OFC-LEAKING-
SBE MILLERWAY 416-
2360 KLR

8/13/13 Plumbing

Shrine (2675) 3B FLR UNIT IS LEAKING 
ON CARPET IN RM-39
PLANT MGR-
MILLOWAY/674.3149

8/21/13 Plumbing

Shrine (2675) 3B Please repair the disposal 
in this kitchen,I  pushed  
reset button it still does not 
work.

9/6/13 Kitchen room #2 Plumbing

Shrine (2675) 3B WATER VALVES RM 42-
LEAKING & CAUSED A 
CEILING TILE TO FALL-
PLANT MGR MILLERWAY 
416-2400 KLR

10/3/13 Plumbing



Shrine (2675) 3B The roof is leaking on the 
ceiling tile on the left side 
of the room in this class 
room.Please repair. 

4/28/14 Classroom  # 45 Roof

Shrine (2675) 3B  There is a roof leak in this 
bath room in the ceiling on 
the west wall over the 
changing bed. Please 
repair as soon as possible.

12/9/13 Restroom (Boys)  Next to room # 49 Roof

Shrine (2675) 3B  Please repair the roof leak 
in this hallway ,the ceiling 
tile fell out of the ceiling 
again. this is the second 
time in this spot.

12/9/13 Hallway/Corridor  across from room 42 by 
the lockers   

Roof

Shrine (2675) 3B  Please repair the bad roof 
leaks in the teachers 
lounge,
  the ceiling tile fell out and 
water was all over the floor 
when we came in this 
morning.

2/3/14 1st Floor  Teachers lounge by clinic  Roof

Shrine (2675) 3B The roof is leaking on the 
hallway in front of the 
gymn on the west & north 
sides and room #36. 
These are very bad leaks 
because of the heavy rains 
we are getting. Please 
repair as soon as possible.

2/5/14 Hallway/Corridor  on the north side of the 
gymn

Roof

Shrine (2675) 3B  Please repair the roof leak 
in this room water puddles 
on floor when it raines 
hard.

3/6/14 Classroom # 30 Roof

Shrine (2675) 3B  The roof is still leaking in 
the same spot . it has 
been looked at & repaired 
several times, but every 
time it rains hard it leaks 
again. Please repair.

3/6/14 Hallway/Corridor  Buy Gym next to room 42 Roof

Shrine (2675) 3B  Please check the roof 
over this room we had a 
water leak from the rain on 
friday.

9/23/13 Classroom room # 30 Roof

Shrine (2675) 3B  Please repair the roof leak 
in this hallway next to the 
gym by room 42 water is 
puddling on the floor.

10/16/13 Hallway/Corridor  North east hallway by rm. 
42 

Roof



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Southwind Elementary (0175) 3B 2 24 55 51 7 42 16 1 198
Grand Total 2 24 55 51 7 42 16 1 198



Location Request Description Submittal Date Area Description Area Number Craft
Southwind Elementary 
(0175) 3B

The office need some floor 
tile replace.

6/11/14 Asbestos

Southwind Elementary 
(0175) 3B

Please check the music 
classroom (rm 112) for 
possible mold.  Mnx 
repaired a leak and mold 
was discovered on a few 
ceiling tiles

3/25/14 Classroom Asbestos

Southwind Elementary 
(0175) 3B

The cafe. have a table that 
need the seat replace,

5/16/14 Carpentry

Southwind Elementary 
(0175) 3B

The library need a wall 
book shelf move.

6/11/14 Carpentry

Southwind Elementary 
(0175) 3B

The library need a 
projector screen and a 
bulletin board moved and 
mounted.

6/11/14 Carpentry

Southwind Elementary 
(0175) 3B

Room 153, the emergency 
window was hit by a 
rock,and has a hole in it.

5/20/14 Carpentry

Southwind Elementary 
(0175) 3B

The office has a door that 
the lock is out of order.

5/23/14 Carpentry

Southwind Elementary 
(0175) 3B

There is ceiling tile that 
need to be replace in the 
cafe.

7/18/13 Cafeteria Carpentry



Southwind Elementary 
(0175) 3B

Room 122, need ceiling 
tile cut and replace.

7/18/13 Carpentry

Southwind Elementary 
(0175) 3B

Room 111, need ceiling tile 
cut and replace.

2/3/14 Carpentry

Southwind Elementary 
(0175) 3B

Room 140, need a coat 
rack .

2/26/14 Carpentry

Southwind Elementary 
(0175) 3B

The finance office door 
closer need to be adjusted 
it is next to the teacher 
lounge on 115, hallway.

3/18/14 Carpentry

Southwind Elementary 
(0175) 3B

Replace ceiling tile that 
has a smoke detector

8/2/13 Carpentry

Southwind Elementary 
(0175) 3B

Room 129, and 115, need 
ceiling tile cut and replace.

8/29/13 Carpentry

Southwind Elementary 
(0175) 3B

Room 113 and the cafe. 
doors will not close all the 
way.

9/12/13 Carpentry

Southwind Elementary 
(0175) 3B

Room 118, need ceiling 
tile cut and replace.

9/24/13 Carpentry

Southwind Elementary 
(0175) 3B

Repair loose floor tile 
hallway. 

9/27/13 Carpentry



Southwind Elementary 
(0175) 3B

The gym exit door leading 
to the parking lot is out of 
order.

10/28/13 Carpentry

Southwind Elementary 
(0175) 3B

The outside doors east 
side of library, need the 
turn down screw replace.

11/5/13 Carpentry

Southwind Elementary 
(0175) 3B

The cafe. entrance door is 
out of order.

11/13/13 Carpentry

Southwind Elementary 
(0175) 3B

The principal office and 
room 120, have bulletin 
boards that need to be 
mounded on the wall.

11/21/13 Carpentry

Southwind Elementary 
(0175) 3B

Room 122, have ceiling 
tile that need to be cut and 
replace.

12/3/13 Carpentry

Southwind Elementary 
(0175) 3B

The library A.V. room need 
some ceiling tile cut and 
replace

12/11/13 Carpentry

Southwind Elementary 
(0175) 3B

Get plywood cut for 
carpenters to in stall over 
8 broken window's

1/2/14 8 broken outside Carpentry

Southwind Elementary 
(0175) 3B

The school is having 
promethean installation 
and need three bulletin 
broads moved in these 
three room 153,124,and 
126.

1/15/14 Carpentry

Southwind Elementary 
(0175) 3B

Room 149, need the coat 
rack moved for 
promethean installation.

1/15/14 Carpentry



Southwind Elementary 
(0175) 3B

the emergency light on 
eastside of the library is 
out of order.

6/19/14 Electrical

Southwind Elementary 
(0175) 3B

The out lights the timer 
need to be set back a 
hour.

6/23/14 Electrical

Southwind Elementary 
(0175) 3B

The out lights need to be 
set back a hour.

6/23/14 Electrical

Southwind Elementary 
(0175) 3B

The lobby have a 
emergency light out .

5/15/14 Electrical

Southwind Elementary 
(0175) 3B

The lobby exit light need 
the ceiling tile replace.

7/24/13 Electrical

Southwind Elementary 
(0175) 3B

Repair two wall packs. 7/15/13 Electrical

Southwind Elementary 
(0175) 3B

Install new plant manager 
codes.

7/16/13 Electrical

Southwind Elementary 
(0175) 3B

Need smoke detector 
transferred to new ceiling 
tile. (See Marshal Stutes)

7/19/13 Electrical

Southwind Elementary 
(0175) 3B

There are three ceiling 
light out in the gym.

7/19/13 Electrical



Southwind Elementary 
(0175) 3B

The principal would like to 
have a code verification.

7/22/13 Electrical

Southwind Elementary 
(0175) 3B

The cafe. has six light out. 2/7/14 Electrical

Southwind Elementary 
(0175) 3B

The 400, hallway has a 
wall pack outside light out 
on the back side.

2/7/14 Electrical

Southwind Elementary 
(0175) 3B

The teachers badge are 
not working on the outside 
doors.

2/14/14 Electrical

Southwind Elementary 
(0175) 3B

There is a emergency light 
out by room 156.

2/21/14 Electrical

Southwind Elementary 
(0175) 3B

The exit light in front 
room101, is out of order.

2/27/14 Electrical

Southwind Elementary 
(0175) 3B

Intercom problems ...The 
office need a new intercom 
phone. 

2/28/14 Electrical

Southwind Elementary 
(0175) 3B

The canopy in front of the 
has two light out.

3/26/14 Electrical

Southwind Elementary 
(0175) 3B

Room 139, has a light 
ballast out and room 154, 
has two light ballast out.

4/1/14 Electrical



Southwind Elementary 
(0175) 3B

The emergency light 
between 122,and 124, is 
out of order.

4/23/14 Electrical

Southwind Elementary 
(0175) 3B

The cafe. has four ceiling 
light out .

8/5/13 Electrical

Southwind Elementary 
(0175) 3B

The kitchen need the 
breaker check.

8/6/13 Electrical

Southwind Elementary 
(0175) 3B

Exhaust fan in rm. 102 
needs repair.

8/6/13 Electrical

Southwind Elementary 
(0175) 3B

The library has a ballast 
out of order.

8/12/13 Electrical

Southwind Elementary 
(0175) 3B

Room 109, has a light 
ballast out.

8/13/13 Electrical

Southwind Elementary 
(0175) 3B

Room 135, the teacher 
lounge restroom has a 
light ballast out.

8/15/13 Electrical

Southwind Elementary 
(0175) 3B

The emergency light 
outside 156, is out of 
order.

8/15/13 Electrical

Southwind Elementary 
(0175) 3B

The outside lights need a 
time change.

8/15/13 Electrical



Southwind Elementary 
(0175) 3B

Check power to garbage 
disposal in kitchen

8/21/13 Electrical

Southwind Elementary 
(0175) 3B

The 400,hallway there are 
four outside lights out on 
the back side of building.

9/9/13 Electrical

Southwind Elementary 
(0175) 3B

The emergency light 
outside of 107, is out of 
order.

9/11/13 Electrical

Southwind Elementary 
(0175) 3B

Outside room 118, the 
emergency light is out of 
order.

9/23/13 Electrical

Southwind Elementary 
(0175) 3B

The emergency light 
outside the cafe. is out of 
order.

9/23/13 Electrical

Southwind Elementary 
(0175) 3B

Room 139, has a light 
ballast out.

9/26/13 Electrical

Southwind Elementary 
(0175) 3B

The principal would like to 
add two more codes to the 
school over fall break.

9/27/13 Electrical

Southwind Elementary 
(0175) 3B

Room 159,has a light 
ballast out.

9/30/13 Electrical

Southwind Elementary 
(0175) 3B

The cafe. has four ceiling 
lights out .

10/2/13 Electrical



Southwind Elementary 
(0175) 3B

The intercom system is out 
of order.

10/3/13 Electrical

Southwind Elementary 
(0175) 3B

The emergency light by 
163, is out of order.

10/15/13 Electrical

Southwind Elementary 
(0175) 3B

The outside lights around 
back of the gym, are out of 
order.

10/21/13 Electrical

Southwind Elementary 
(0175) 3B

Verify burglar alarm data 
base.

10/23/13 Electrical

Southwind Elementary 
(0175) 3B

The 120, hallway has two 
emergency light out of 
order

10/23/13 Electrical

Southwind Elementary 
(0175) 3B

The lobby and the gym 
has exit lights out of order.

10/23/13 Electrical

Southwind Elementary 
(0175) 3B

Reset time clocks on 
outdoor lights.

11/5/13 Electrical

Southwind Elementary 
(0175) 3B

The gym boys restroom 
has a light ballast out of 
order.

11/15/13 Electrical

Southwind Elementary 
(0175) 3B

The emergency light by 
room 124, and the 
emergency across 
from134, are out of order.

11/19/13 Electrical



Southwind Elementary 
(0175) 3B

Open slots in electrical 
panel "PG" in room 130 
are not filled by an 
approved method. 
(NEC/NFPA 70 408.7)
This will be classified as a 
Type "A" deficiency. Per 
Annual Fire Report.

11/19/13 Electrical

Southwind Elementary 
(0175) 3B

The water fountain plug is 
out of order, across from 
the gym on the west side 
hallway.

11/25/13 Electrical

Southwind Elementary 
(0175) 3B

Open slots in electrical 
panel "PG" in room 130 
are not filled by an 
approved method. 
(NEC/NFPA 70 408.7)
This will be classified as a 
Type "A" deficiency. 
from "Annual Fire Report"

11/26/13 Electrical

Southwind Elementary 
(0175) 3B

The clinic exhaust fan is 
out order.

12/3/13 Electrical

Southwind Elementary 
(0175) 3B

The alarm is picking up a 
lot of room with glass 
break.

12/9/13 Electrical

Southwind Elementary 
(0175) 3B

The teacher lounge, room 
113, the restrooms 
exhaust fans are out of 
order.

12/12/13 Electrical

Southwind Elementary 
(0175) 3B

The emergency light 
across from 134 and the 
one by 124, are out of 
order. 

12/17/13 Electrical

Southwind Elementary 
(0175) 3B

The cafe. have four lights 
out .

1/14/14 Electrical

Southwind Elementary 
(0175) 3B

The 400, hallway girls 
restroom has a light ballast 
out .

1/24/14 Electrical



Southwind Elementary 
(0175) 3B

The cafe. need ceiling tile 
replace around the smoke 
detector.

7/24/13 Electrical

Southwind Elementary 
(0175) 3B

Wash cond coils 5/28/14 Kitchen and cafe Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 162, the air is out of 
order.

6/2/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 101, the air is out of 
order.

6/2/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 148, the air is out of 
order.

5/5/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

One of the gym air units is 
out of order.

5/5/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 104, the air is out of 
order.

5/14/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Check no cool in rm's 
128,161,141,145,405

7/18/13 multiple rooms Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 304, the heat is out 
of order.

2/5/14 Heating/Ventilation /Air 
Conditioning



Southwind Elementary 
(0175) 3B

Room 156, the heat is out 
of order.

2/6/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 105, the unit smell 
like it is burning or a belt is 
broken.

2/7/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 158, the heat is out 
of order.

2/10/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 149, the heater is 
out of order.

2/13/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room125, the heat is out 
of order.

2/14/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 149, the heat is out 
of order.

2/24/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

the air on the 400, hallway 
is out of order.

4/2/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 101,the air is out of 
order.

4/14/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 203, the air is out of 
order.

4/14/14 Heating/Ventilation /Air 
Conditioning



Southwind Elementary 
(0175) 3B

Room 118, has a burn 
smell coming from the air 
unit. 

4/28/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 138, the air is out of 
order.

8/12/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

THE SENSOR IN ROOM 
106 IS READING PLUS 
327

8/23/13 Room 106 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

PM kitchen unit 9/3/13 Kitchen Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

The 400, hallway the air is 
out of order.

9/9/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

The heaters in the lobby 
are out of order.

10/25/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 105, the heater is 
out of order.

10/25/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

PM cafe, gym and kitchen 10/28/13 Cafe,kitchen gym Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

PM all heat and A/C units 11/6/13 Whole building Heating/Ventilation /Air 
Conditioning



Southwind Elementary 
(0175) 3B

Room 156, the heater is 
out of order.

11/8/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 149, the heater is 
out of order.

11/8/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 102, the heater is 
out of order.

11/13/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 160, the heat is out 
of order.

11/14/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

The cafe. one of the 
heater are out of order.

11/15/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

The library av room the air 
duck is leaking and has 
cause the ceiling tile to fall.

12/5/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 127, the heat is out 
of order.

12/5/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

The 400, hallway the heat 
is out of order.

12/5/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 163,and 161 the 
heat is out of order.

12/9/13 Heating/Ventilation /Air 
Conditioning



Southwind Elementary 
(0175) 3B

Room 144 and 136, the 
heaters are out of order.

12/10/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 101, has a gas like 
smell coming from the 
heat unit.

12/11/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 156, the heat is out 
of order.

12/12/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

The av room in the library, 
the air unit is leaking.

12/23/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 122, has a leak 
around the air unit.

1/2/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

The gym heat is out of 
order.

1/7/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 160, the heat is out 
of order.

1/7/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 140, the heat is out 
of order.

1/7/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

The gym heat is out of 
order.

1/10/14 Heating/Ventilation /Air 
Conditioning



Southwind Elementary 
(0175) 3B

Room 122, has a leak 
around the air unit.

1/14/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

The gym heat is out of 
order.

1/28/14 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 122, has a air unit 
leak .

7/24/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Repair hallway unit 7/10/13 lobby Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

The A/C is leaking water 7/12/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

A/C not cooling 7/25/13 Rm 121 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

Room 102, the air is out of 
order.

7/29/13 Heating/Ventilation /Air 
Conditioning

Southwind Elementary 
(0175) 3B

The office need to be 
painted where so thing 
were moved.

2/3/14 Painting

Southwind Elementary 
(0175) 3B

The hallway leading to the 
400, wing the upper wall 
need to be painted and the 
restroom stall doors need 
to be painted on that same 
wing.

5/2/14 Painting



Southwind Elementary 
(0175) 3B

There is a new door in the 
office that need to be 
painted.

6/11/14 Painting

Southwind Elementary 
(0175) 3B

These room need to be 
painted, after pormethean 
broads has been put 
up.124,126,118,149, and 
153,155. 

2/7/14 Painting

Southwind Elementary 
(0175) 3B

The bottom half of hallway 
walls need a paint touch 
up.

9/11/13 Painting

Southwind Elementary 
(0175) 3B

The 400, hallway need to 
be painted and the bottom 
half of the wall need a 
range coat like the rest of 
the school.

12/3/13 Painting

Southwind Elementary 
(0175) 3B

PAINT DOOR 1/29/14 Painting

Southwind Elementary 
(0175) 3B

Repair the toilet in boys 
restroom in 400 hallway.

7/24/13 Plumbing

Southwind Elementary 
(0175) 3B

The eastside boys 
restroom across from  the 
cafe. there is water 
backing up out of the floor 
drain.

5/13/14 Plumbing

Southwind Elementary 
(0175) 3B

The water fountain outside 
of 137, is out of order.

5/14/14 Plumbing

Southwind Elementary 
(0175) 3B

The restroom across from 
the cafe. has a ceiling pipe 
leak.

7/22/13 Plumbing



Southwind Elementary 
(0175) 3B

The westside restroom 
boys, has a two urinal out 
of order.

2/19/14 Plumbing

Southwind Elementary 
(0175) 3B

The teacher lounge room 
135, the sewage is back 
up in the sink trap.

2/21/14 Plumbing

Southwind Elementary 
(0175) 3B

Disposal stopped up. 2/27/14 Kitchen Plumbing

Southwind Elementary 
(0175) 3B

The kitchen garbage 
disposal is stop up.

2/27/14 Plumbing

Southwind Elementary 
(0175) 3B

The girls restroom sink is 
leaking.

2/27/14 Plumbing

Southwind Elementary 
(0175) 3B

Replace fountain. The 
water fountain across from 
135, the plug was 
replace,and it sill has a 
burning smell.

2/27/14 Plumbing

Southwind Elementary 
(0175) 3B

The boys restroom across 
from the gym,has a urinal 
out of order.

2/28/14 Plumbing

Southwind Elementary 
(0175) 3B

boys restroom urinal is 
leaking

3/10/14 Plumbing

Southwind Elementary 
(0175) 3B

Please repair the second 
urinal in the boys restroom 
by the cafeteria, it is 
leaking around the feed 
line to the urinal.

3/11/14 Restroom (Boys) boys restroom by the 
cafeteria

Plumbing



Southwind Elementary 
(0175) 3B

The boys restroom across 
from the cafe. has a urinal 
out of order. 

3/17/14 Plumbing

Southwind Elementary 
(0175) 3B

The boys restroom by the 
gym has a urinal that is out 
of order, and will not cut 
off.

3/20/14 Plumbing

Southwind Elementary 
(0175) 3B

Three compartment sink 
leaking.

3/21/14 Plumbing

Southwind Elementary 
(0175) 3B

The 400, hallway the boys 
restroom has a urinal that 
out of order.

3/25/14 Plumbing

Southwind Elementary 
(0175) 3B

The 400, hallway boys 
restroom has a urinal that 
is out of order.

4/1/14 Plumbing

Southwind Elementary 
(0175) 3B

The mens restroom in the 
teacher lounge 135, the 
toilet is stop up.

4/2/14 Plumbing

Southwind Elementary 
(0175) 3B

Room 161, the emergency 
window, will not close or 
latch.

4/2/14 Plumbing

Southwind Elementary 
(0175) 3B

Room 113, the mens 
restroom need a handle it 
is hard to flush.

4/8/14 Plumbing

Southwind Elementary 
(0175) 3B

The eastside hallway 
across from the cafe. there 
is a water fountain out of 
order.

4/14/14 Plumbing



Southwind Elementary 
(0175) 3B

The boys restroom across 
from the gym has a urinal 
that out of order.

4/23/14 Plumbing

Southwind Elementary 
(0175) 3B

The 400, hallway the girls 
restroom the sink is out of 
of order and room 138, 
has a sink out of order.

4/25/14 Plumbing

Southwind Elementary 
(0175) 3B

The teacher lounge has a 
smell like sewage back up, 
room 135.

4/30/14 Plumbing

Southwind Elementary 
(0175) 3B

The boys restroom on the 
eastside hallway has a 
urinal out order.

4/30/14 Plumbing

Southwind Elementary 
(0175) 3B

The girls restroom across 
from the gym need a toilet 
seat.

7/31/13 Plumbing

Southwind Elementary 
(0175) 3B

Please assist Holmes 
Services with the cleaning 
of grease traps.

8/1/13 Plumbing

Southwind Elementary 
(0175) 3B

The library has a pipe 
leaking in the ceiling.

8/5/13 Plumbing

Southwind Elementary 
(0175) 3B

The 4oo, hallway girls 
restroom has two toilets 
leaking.

8/7/13 Plumbing

Southwind Elementary 
(0175) 3B

The teacher lounge 113, 
has a toilet out of order.

8/7/13 Plumbing



Southwind Elementary 
(0175) 3B

The boys restroom across 
from the gym, has a urinal 
that is out of order. 

8/28/13 Plumbing

Southwind Elementary 
(0175) 3B

The boys restroom across 
from the gym has a urinal 
out of order.

9/6/13 Plumbing

Southwind Elementary 
(0175) 3B

The water fountain outside 
of 137, will not drain.

9/19/13 Plumbing

Southwind Elementary 
(0175) 3B

The water fountain in the 
gym is leaking.

9/30/13 Plumbing

Southwind Elementary 
(0175) 3B

Install certificate with 
following TN # T91123.

10/2/13 Plumbing

Southwind Elementary 
(0175) 3B

The water fountain in front 
of the boys restroom 
across from the gym is 
leaking.

10/21/13 Plumbing

Southwind Elementary 
(0175) 3B

The sewage on the back 
of the school on the east 
side of the cafe. is stop up.

11/6/13 Plumbing

Southwind Elementary 
(0175) 3B

The boys restroom across 
from the gym has one 
urinal leaking and a urinal 
stop up.

12/4/13 Plumbing

Southwind Elementary 
(0175) 3B

The boys restroom across 
from the gym, the urinal 
has a leak.

12/12/13 Plumbing



Southwind Elementary 
(0175) 3B

Drains in the kitchen 
backing up..

1/17/14 Plumbing

Southwind Elementary 
(0175) 3B

The 400, hallway boys 
restroom has a toilet that 
is leaking.

1/29/14 Plumbing

Southwind Elementary 
(0175) 3B

The lobby has two ceiling 
leaks both by a down 
spout.

6/26/14 Roof

Southwind Elementary 
(0175) 3B

The cafe. has a ceiling 
leak.

6/30/14 Roof

Southwind Elementary 
(0175) 3B

Room 122, has a ceiling 
leak.

2/5/14 Roof

Southwind Elementary 
(0175) 3B

Room 408, has a ceiling 
leak.

4/4/14 Roof

Southwind Elementary 
(0175) 3B

Room 411, has a ceiling 
leak.

4/25/14 Roof

Southwind Elementary 
(0175) 3B

Room 143, and 122, has a 
leak by air unit.

4/28/14 Roof

Southwind Elementary 
(0175) 3B

Room 147, has a ceiling 
leak.

4/28/14 Roof



Southwind Elementary 
(0175) 3B

The library has a ceiling 
leak.

7/30/13 Roof

Southwind Elementary 
(0175) 3B

Room 153, has a ceiling 
leak.

9/23/13 Roof

Southwind Elementary 
(0175) 3B

The library has a ceiling 
leak.

10/15/13 Roof

Southwind Elementary 
(0175) 3B

Room 107, has a ceiling 
leak.

11/1/13 Roof

Southwind Elementary 
(0175) 3B

Room 122,and 121, has a 
ceiling leak.

11/22/13 Roof

Southwind Elementary 
(0175) 3B

Room 163, has a ceiling 
leak.

12/9/13 Roof

Southwind Elementary 
(0175) 3B

The lobby has a leak and 
111, has a leak.

1/2/14 Roof

Southwind Elementary 
(0175) 3B

Room 111, has a ceiling 
leak.

1/13/14 Roof

Southwind Elementary 
(0175) 3B

Room 122, has a ceiling 
leak.

1/14/14 Roof



Southwind Elementary 
(0175) 3B

The playground fence 
need a latch on the gate.

8/21/13 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Southwind High (0178) 3B 1 1 49 132 62 10 80 10 14 359
Grand Total 1 1 49 132 62 10 80 10 14 359



Location Request Description Submittal Date Area Description Area Number Craft
Southwind High (0178) 3B please refinish the gym 

floor, floor is starting to 
flake and needs refinish 
for the upcoming 
basketball season

9/18/13 Gym Asbestos

Southwind High (0178) 3B Please install electrical 
outlets around wall in room 
#136 for stem class we 
have twenty five 
computers to install in this 
room and work stations.

(SCS Network Cabling and 

11/14/13 Cabling

Southwind High (0178) 3B Replace floor tile in room 
#131 on A hall along south 
wall.

5/28/14 Carpentry

Southwind High (0178) 3B Please bring 4 bundles of 
ceiling tiles #7055G white 
no warehouse catalog 
number in book. 

5/29/14 Carpentry

Southwind High (0178) 3B Shelf in Grils restroom in J 
hall down stairs has been 
knocked off wall please 
remove it.

5/8/14 Carpentry

Southwind High (0178) 3B water leaking in at bottom 
of windows on J hall 
getting under tiles please 
repair.

4/24/14 Carpentry

Southwind High (0178) 3B I need to have two signs 
hung on fence on student 
parking lot I have the signs 
but need bolts to use.

4/24/14 Carpentry

Southwind High (0178) 3B Please hang white board 
in library con. room The 
board is already here.

4/24/14 Carpentry



Southwind High (0178) 3B Please hang state 
champion ship banner in 
varsity gym.

8/12/13 Carpentry

Southwind High (0178) 3B Repair counter in boys 
restroom up stairs on 
science hall @ room 243.

8/15/13 Carpentry

Southwind High (0178) 3B Replace bottom panal on 
stall handi-cap in boys 
restroom on G hall up 
stairs I have part that goes 
on it. 

8/15/13 Carpentry

Southwind High (0178) 3B Shelf coming off wall in 
boys drama hall restroom 
due to students sitting on it 
please repair.

8/19/13 Carpentry

Southwind High (0178) 3B Mirror in boys restroom J 
hall upstairs broken I have 
taken it off the wall please 
replace.

8/21/13 Carpentry

Southwind High (0178) 3B Please move maps from 
room #231 to room #234.

8/21/13 Carpentry

Southwind High (0178) 3B The window in room 208 is 
shattered.  Glass looks like 
it is going to fall out soon.  
Looks like a rock or 
something hit it from the 
weed eater.

8/23/13 2nd Floor room 208 Carpentry

Southwind High (0178) 3B Replace wINDOW IN 
ROOM # 208.

8/23/13 Carpentry

Southwind High (0178) 3B Door to rotunda @ room 
130 the hard ware is 
coming off please repair.

8/29/13 Carpentry



Southwind High (0178) 3B Repair handi-cap rail in 
drama hall boys restroom 
1st stall.

9/9/13 Carpentry

Southwind High (0178) 3B please repair door handle 
to room #133 it will not 
unlock from the outside.

9/19/13 Carpentry

Southwind High (0178) 3B Please move 4 of the 
wood cabinets in room 
#136 to #138 room #136 is 
part of stem academy and 
teacher needs the space. 
need it before !st day of 
school. Thank you

7/23/13 Carpentry

Southwind High (0178) 3B Please repair door handle 
on room #159 band very 
loose. 

7/23/13 Carpentry

Southwind High (0178) 3B Please make two room 3 
signs for rooms #!57 and 
#159 for class room doors.

7/23/13 Carpentry

Southwind High (0178) 3B Please repair band room 
door, hinges bent.

7/22/13 Carpentry

Southwind High (0178) 3B repair lock on east door to 
football locker room.

8/7/13 Carpentry

Southwind High (0178) 3B Please repair door lock on 
bottom stair well @room 
100.

11/22/13 Carpentry

Southwind High (0178) 3B Please install dry erase 
board in pe gym on s/e 
wall for coaches use.

11/22/13 Carpentry



Southwind High (0178) 3B North double doors on 
band room storage need 
repairing to lock properly.

11/27/13 Carpentry

Southwind High (0178) 3B Repair door handle middle 
stair well G hall down 
stairs.

12/12/13 Carpentry

Southwind High (0178) 3B Repair door closure on 
door to J hall bolt and 
screw are missing.

1/9/14 Carpentry

Southwind High (0178) 3B Repair door closer on 
custodial closet in A hall @ 
rear door.

1/9/14 Carpentry

Southwind High (0178) 3B Repair door handle to 
room #231 it is very loose.

2/5/14 Carpentry

Southwind High (0178) 3B Repair door handle in 
hallway leading to 
attendance it is very lose.

2/6/14 Carpentry

Southwind High (0178) 3B Replace ceiling tile in 
elevator stair well it is 
around a sprinkler head.

2/13/14 Carpentry

Southwind High (0178) 3B Please install shelves in 
baseball and softball dug 
outs for teams use.

2/20/14 Carpentry

Southwind High (0178) 3B Repair door handle on 
entrance to drama hall.

2/24/14 Carpentry



Southwind High (0178) 3B repair counter top in mens 
restroom @room 130 it 
has beeen knocked off the 
wall.

2/25/14 Carpentry

Southwind High (0178) 3B Please repair bat holders 
@softball dug out home 
side.

2/27/14 Carpentry

Southwind High (0178) 3B Please repair bat stand in 
softball field dugout 
visitors side.

2/27/14 Carpentry

Southwind High (0178) 3B Repair bat stand in 
baseball dugout home 
side. 

2/27/14 Carpentry

Southwind High (0178) 3B Repair bat stand baseball 
dugout visitor side.

2/27/14 Carpentry

Southwind High (0178) 3B please deliver 3 cases of 
FLUORESCENT LAMP 
F32T8 ENERGY 
EFFICIENT CAT.#10221 
ALMOST OUT.

3/6/14 Carpentry

Southwind High (0178) 3B Replace facia boards on 
sprinkler riser room @ 
softball field.

3/11/14 Carpentry

Southwind High (0178) 3B Repair facia boards on 
both ticket booths @ 
football complex.

3/11/14 Carpentry

Southwind High (0178) 3B Replace floor tiles in 
cafeteria where booth 
coke machines were. 

3/12/14 Carpentry



Southwind High (0178) 3B Replace floor tile in 
cafeteria where coke 
machines stood.

3/18/14 Carpentry

Southwind High (0178) 3B Repair rubber cover on 
steps in stair well @ room 
130 a piece has come 
loose and had to be cut 
off.

3/19/14 Carpentry

Southwind High (0178) 3B repair the following door 
handles very loose 
#225,228,242,237,229.

3/26/14 Carpentry

Southwind High (0178) 3B Please have a lens made 
for the parking lot light.

4/1/14 Carpentry

Southwind High (0178) 3B Replace screws in mullion 
of south doors to P.E. gym 
some one took it down and 
now the screws are 
missing. 

4/3/14 Carpentry

Southwind High (0178) 3B Repair sheet rock in 
rotunda @ the front door 
east side water damage 
from a leak.

4/7/14 Carpentry

Southwind High (0178) 3B Repair hole in sheetrock in 
attendance office.

4/8/14 Carpentry

Southwind High (0178) 3B Please deliver 
FLOURESCENT LAMP 
PTL 42W/35/4P PHILLIPS 
CAT#10257 5 each.

5/28/14 Electrical

Southwind High (0178) 3B Please deliver 5 cases of 
bulbs #10221 for hall and 
class room use.

5/28/14 Electrical



Southwind High (0178) 3B Please reset timers on 
outdoor sprinklers in 
athletic complex all fields 
need to run from 3am to 
5am each day once a day.  

6/18/14 Electrical

Southwind High (0178) 3B Repair Ice maker in room 
#127.

6/30/14 Electrical

Southwind High (0178) 3B Replace bulbs in wall 
packs in rotunda six are 
out I have the bulbs.

5/8/14 Electrical

Southwind High (0178) 3B Replace bulbs in rear hall 
of auditorium need lift to 
reach them have two sets 
out.

4/21/14 Electrical

Southwind High (0178) 3B Please repair electrical 
outlets on lap top carts in 
library.

4/24/14 Electrical

Southwind High (0178) 3B please deliver 5 case or 
bulbs #10221 for hall and 
class room use.

4/24/14 Electrical

Southwind High (0178) 3B I need 12 each of this bulb 
#10531 METAL HALIDE 
LAMP 100 
WATT,MH100/U

4/24/14 Electrical

Southwind High (0178) 3B Repair two light fixtures in 
Vice-Principal's office both 
have four bulbs.

4/24/14 Electrical

Southwind High (0178) 3B Repair light fixture in J hall 
in front of room #104.

4/24/14 Electrical



Southwind High (0178) 3B The camera's on the 
access panal's have been 
painted over please repair 
them.

4/28/14 Electrical

Southwind High (0178) 3B Check alarm principal set 
it on saturday I came in 
this mournig it was not set. 
This is the second time 
this has happend.

7/29/13 Electrical

Southwind High (0178) 3B Repair light fixture in J hall 
@ room #102.

8/15/13 Electrical

Southwind High (0178) 3B Repair light fixture on G 
hall down stairs @room 
141.

8/15/13 Electrical

Southwind High (0178) 3B We are having a jamboree 
tonight the horn on the 
score board has started to 
sound funny please check 
it out today if possiable. 
Thank you.

8/16/13 Electrical

Southwind High (0178) 3B PLease check door access 
on all doors it does not 
open doors and the 
controls in the main office 
and attendance do not 
work.

8/16/13 Electrical

Southwind High (0178) 3B The door in A hall that 
leads to the back of the 
school unlocks 
automatically at 6:00 a.m.  
That door must never 
unlock automatically.  
Between the hours of 6:00 
a.m. until 6:00 p.m.  it 

8/18/13 1st Floor A Hallway back door 
entrance

Electrical

Southwind High (0178) 3B The School Bells need to 
be set for:
 Block Schedule Monday 
through Thursday with 
lunch schedule for Mon. - 
Thurs.
7 period schedule for 
Fridays with lunch 

8/19/13 Administration Area Electrical

Southwind High (0178) 3B PA out in auditorium 
please repair.

8/21/13 Electrical



Southwind High (0178) 3B Exit sign in entrance to 
athletic hall out.

8/21/13 Electrical

Southwind High (0178) 3B Exit sign in boys JV 
basketball locker room out.

8/21/13 Electrical

Southwind High (0178) 3B Exit sign in girls varsity 
locker room above rear 
door out.

8/21/13 Electrical

Southwind High (0178) 3B The Electronic Door at the 
front main entrance will not 
lock automatically.

8/22/13 1st Floor Main Front Door Entrance Electrical

Southwind High (0178) 3B Please repair the soccer 
scoreboard it will not come 
on.

8/26/13 Athletic Field soccer field Electrical

Southwind High (0178) 3B Repair door armature on 
stair well door next to 
room 130.

8/29/13 Electrical

Southwind High (0178) 3B Repair door aramture on 
door to drama hall.

8/29/13 Electrical

Southwind High (0178) 3B Repair door aramature 0n 
east and west doors to 
cafe.

8/29/13 Electrical

Southwind High (0178) 3B Exit sign main office @ 
principal's office out.

9/5/13 Electrical



Southwind High (0178) 3B Exit sign main office @ 
mail room out.

9/5/13 Electrical

Southwind High (0178) 3B Round light fixture up 
stairs center hall @ 
principal's office.

9/5/13 Electrical

Southwind High (0178) 3B Exit sign rear door to 
drama hall out.

9/5/13 Electrical

Southwind High (0178) 3B replace door armature on 
elevator stair well doors 
top and bottom.

9/9/13 Electrical

Southwind High (0178) 3B please bring 1 case bulbs 
fro halls and class rooms 
#10221 FLUORESCENT  
LAMP F32T8.

9/9/13 Electrical

Southwind High (0178) 3B lost power yesterday now 
front n/e side and s/e side 
will not work also they will 
not open at 6:10 am as the 
principal requested.

9/10/13 Electrical

Southwind High (0178) 3B Light fixture in guidance 
reception area out please 
repair.

9/10/13 Electrical

Southwind High (0178) 3B Replace light bulbs in 
stairwell near room #121 
second landing 

9/10/13 Electrical

Southwind High (0178) 3B please sned 2 cases of 
bulbs for halls and 
classrooms #10221 
FLUORESCENT LAMP 
F32T8

9/11/13 Electrical



Southwind High (0178) 3B These bulbs are needed 
for hallway lighting 
SYLVANIA DULX T/E IN 
CF32DT/E/IN/835/ECO 
GX24q-3 I need 15 as 
soon as I can get them. 
Please Update your work 
order with warehouse 

9/25/13 Electrical

Southwind High (0178) 3B Need bulbs for rotunda 
SYLVANIA DULUX L55w 
FT55/DL/835ECO 3 
BOXES of 10.
Please Update your work 
order with warehouse 
stock# or the 
vendor/supplier name with 

9/25/13 Electrical

Southwind High (0178) 3B We have a new asst. 
principal who needs a 
code input in the system 
we need some one to 
come and do this .

9/25/13 Electrical

Southwind High (0178) 3B Check for lights out on the 
football field and replace 
any that are out.

7/11/13 Electrical

Southwind High (0178) 3B Please check  room # 157 
for noise -- a very loud 
humming noise .

7/11/13 Electrical

Southwind High (0178) 3B Please run Test. Generator 
Level 2 Facilities
ETSS annual load test
NFPA 110

7/11/13 Electrical

Southwind High (0178) 3B Please check burglar 
alarm all of them went into 
fault last night.

7/12/13 Electrical

Southwind High (0178) 3B check north parking lot all 
lights out along bus lane.

7/15/13 Electrical

Southwind High (0178) 3B Install new plant manager 
codes.

7/16/13 Electrical



Southwind High (0178) 3B Please check hand sets 
out reading inuse.

7/16/13 Electrical

Southwind High (0178) 3B Make a detailed drawing of 
the lights on the football 
fields. Also show switch 
gear location and mark the 
lights that are out. Give the 
Wattage and lamp size.

7/24/13 Electrical

Southwind High (0178) 3B Urgent test and turn in by 
7/29/2013. Retest 
Generator.

7/25/13 Electrical

Southwind High (0178) 3B Tried test on bell system 
they did not sound.

7/26/13 Electrical

Southwind High (0178) 3B Make any necessary 
repairs to the vent-a-hood. 

7/15/13 Electrical

Southwind High (0178) 3B Please repair lights in 
teacher parking lot none of 
them are working.

7/15/13 Electrical

Southwind High (0178) 3B Please meet with the 
lighting contractor at the 
football field.

7/30/13 Electrical

Southwind High (0178) 3B Light fixture above west 
door to auditorium out 
please repair.

8/7/13 Electrical

Southwind High (0178) 3B Light fixture in attendance 
office out bulbs have been 
changed .

8/7/13 Electrical



Southwind High (0178) 3B Door's not opening in the 
mournings ID cards not 
working.

8/7/13 Electrical

Southwind High (0178) 3B Repair light fixture in main 
office bulbs changed still 
out.

10/23/13 Electrical

Southwind High (0178) 3B Replace bulbs in elevator 
stair well.

10/23/13 Electrical

Southwind High (0178) 3B Verify burglar alarm data 
base.

10/23/13 Electrical

Southwind High (0178) 3B Reset time clocks on 
outdoor lights.

11/5/13 Electrical

Southwind High (0178) 3B Repair light fixture in hall 
by elevator 1st floor.

11/6/13 Electrical

Southwind High (0178) 3B REPAIR SWITCH ON 
WALL IN CAFETREIA 
EAST DOORS SPARKS 
COMING FROM IT WHEN 
IT IS TURNED ON.

11/6/13 Electrical

Southwind High (0178) 3B Please repair Bleacher 
control cord the wire is out 
of the handle.

11/6/13 Electrical

Southwind High (0178) 3B Repair alarm pad on pe 
hall can not key codes in 
or out.

11/15/13 Electrical



Southwind High (0178) 3B Please repair score board 
on football field it lost 
power on friday night 
during the game.

11/19/13 Electrical

Southwind High (0178) 3B Door heater @north door 
on drama rear hall not 
working.

11/27/13 Electrical

Southwind High (0178) 3B Repair Light switch on wall 
in room #232 it sparks 
when turned on or off.

12/2/13 Electrical

Southwind High (0178) 3B Replace bulbs in south 
parking lot I have a few left 
but need more Sylvania 
400 W Metal AHO 
M400/U/BT28 from 
American Lighting Part 
#GE MVR400/U/ED28

12/3/13 Electrical

Southwind High (0178) 3B replace bulbs in north 
parking lot teachers 
parking.

12/3/13 Electrical

Southwind High (0178) 3B Replace bulbs along bus 
drive.

12/3/13 Electrical

Southwind High (0178) 3B Replace bulbs along front 
and circle drive.

12/3/13 Electrical

Southwind High (0178) 3B Replace heater in the riser 
room.

12/3/13 Electrical

Southwind High (0178) 3B Heater not working. 12/3/13 Concession stand Electrical



Southwind High (0178) 3B 2nd fl G hall upstairs 
@room #230 smoke 
detector dirty.

12/4/13 Electrical

Southwind High (0178) 3B Check heater in  mens 
public restroom home side 
athletic complex. 

12/5/13 Electrical

Southwind High (0178) 3B Replace bulbs in wall 
packs on visitors side field 
house.

12/5/13 Electrical

Southwind High (0178) 3B I have nine bulbs of 14 out 
in auditorium please 
replace these. 

12/5/13 Electrical

Southwind High (0178) 3B I need the following bulb 
for hallway SYLVANIA 
DULUX T/E IN 
CF32DT/E/IN/835/ECO 
GX24q-3 Part #20885 
From E Sam Jones 
contact Amber Lingard 800-
289-2148. I need at least 

12/5/13 Electrical

Southwind High (0178) 3B SYLVANIA 70W 
MP70/C/U/MED  Part 
#64547 E Sam Jones 
contact Amber Lingard 800-
289-2148. Need 20

12/5/13 Electrical

Southwind High (0178) 3B need this bulb SYLVVAINA 
DULUX  L 55W  
FT55/DL/835 ECO  
F55BXSPX35 4PIN Part 
#20591 need 15.

12/5/13 Electrical

Southwind High (0178) 3B   Need new alarm code 
entered for Dr. Marilyn 
Hillard. New VP at 
Southwind High.
OK-M.B. Edwards

12/10/13 Electrical

Southwind High (0178) 3B repair three exit signs in 
cafeteria serving line.

12/10/13 Electrical



Southwind High (0178) 3B Exit sign rotunda entrance 
by room #130 out both 
sides.

12/10/13 Electrical

Southwind High (0178) 3B Exit sign out G hall @ 
room #223. 

12/10/13 Electrical

Southwind High (0178) 3B Riser room out side of J 
hall plate off exposed 
please repair.

12/10/13 Electrical

Southwind High (0178) 3B Repair door armature on 
elevator stairwell door up 
stairs.

12/10/13 Electrical

Southwind High (0178) 3B Repair light fixture in 
library over book shelf.

12/10/13 Electrical

Southwind High (0178) 3B Replace door armatures 
on J hall down stairs both 
doors center.

12/10/13 Electrical

Southwind High (0178) 3B Replace door armatures 
on drama hall both 
entrance doors .

12/11/13 Electrical

Southwind High (0178) 3B Repair exit sign above 
east door to cafeteria @ 
trophy case.

12/11/13 Electrical

Southwind High (0178) 3B Repair exit sign south 
doors pe gym.

12/11/13 Electrical



Southwind High (0178) 3B Check wall heater in riser 
room on P.E hall next to 
entrance.

12/11/13 Electrical

Southwind High (0178) 3B Repair exit signs in Room 
#127 kitchen.

12/11/13 Electrical

Southwind High (0178) 3B Repair exit sign above rear 
door to varsity gym weight 
room.

12/12/13 Electrical

Southwind High (0178) 3B Bring and replace bulbs in 
wall packs around both 
field houses.

12/12/13 Electrical

Southwind High (0178) 3B Our bells are not working 
please repair. 

1/8/14 Electrical

Southwind High (0178) 3B Please repair bell system 
we have no bells.

1/9/14 Electrical

Southwind High (0178) 3B Heater in the hallway not 
working..

1/9/14 Electrical

Southwind High (0178) 3B Please check lights in front 
circle drive they are all out.

1/17/14 Electrical

Southwind High (0178) 3B Fire Marshall request the 
following exits are working:
(3) exits in cafe. serving 
area
(2) exits in culinary arts 
rm.
(1) cafe. by trophy case
(2) by rm. 130 (1) @ rm. 

1/27/14 Electrical



Southwind High (0178) 3B Check heater in riser room 
by PE gym to protect 
sprinklers from freezing 
temperatures. 

1/27/14 Electrical

Southwind High (0178) 3B Please repair the bleaches 
on the visitor side at the 
top of the stairs, they will 
not closes up.

2/4/14 Gym  the visitor side Electrical

Southwind High (0178) 3B kiln in room #160 needs to 
be repaired error signal on 
display element out of line. 
it is electric.

2/5/14 Electrical

Southwind High (0178) 3B 2nd FL G hall @ room 
#223 smoke detector dirty.
Clean or change smoke 
detector.

2/6/14 Electrical

Southwind High (0178) 3B Repair heater in 
auditorium emergency exit 
stair well cold in area.

2/6/14 Electrical

Southwind High (0178) 3B Repair heaters in A hall 
entance across from 
student restrooms.

2/6/14 Electrical

Southwind High (0178) 3B All the light fixtures on the 
end of A hall are out I have 
checked the brakers and 
found none tripped. Please 
repair

2/17/14 Electrical

Southwind High (0178) 3B Check outside lights all the 
way down the bus lane 
they were out when i came 
in this mourning worked all 
week long checked braker 
for them was not tripped.

3/6/14 Electrical

Southwind High (0178) 3B Please purchase and 
install 3 pull station covers 
at locations that will be 
identified by the Building 
Engineer.

3/6/14 Electrical



Southwind High (0178) 3B Repair exit sign above rear 
door to weight room out. 
please repair

3/20/14 Electrical

Southwind High (0178) 3B please repair cover on 
pole light wire box on 
ground out side of a hall 
door. wires exposed.

3/26/14 Electrical

Southwind High (0178) 3B Replace bulbs in 
auditorium stair leading to 
booth east side. I do not 
have the tool do it with.

3/26/14 Electrical

Southwind High (0178) 3B Change bulbs in elevator 
stairwell.

3/26/14 Electrical

Southwind High (0178) 3B Change bulbs in varsity 
gym equipment room hall 
do not have tool to do it.

3/26/14 Electrical

Southwind High (0178) 3B Repair light fixture in T.V. 
station reception area 
wires lose in it.

3/28/14 Electrical

Southwind High (0178) 3B light fixture in dram hall in 
front of concession stand 
out please repair.

3/28/14 Electrical

Southwind High (0178) 3B Repair exit signs in 
science hall @ rooms 
#243 and #246.

3/28/14 Electrical

Southwind High (0178) 3B Repair exit sign in science 
hall @room #251 in 
cieling.

3/28/14 Electrical



Southwind High (0178) 3B Cafe. Door east Smoke 
detector dirty. Have 
electrician clean or 
replaced this device.

3/31/14 Electrical

Southwind High (0178) 3B Repair light fixture in hall 
next to room #135 side 
door.

3/31/14 Electrical

Southwind High (0178) 3B Please order bulbs for 
parking lots GE 400 
WATTS MVR400/U/ED28 
PART #18904 20 ea.Bulbs 
for wall packs 
MP70/U/MED 64547 15 
ea,VENTURE MH 
250W/U/T15 Part #70764 

4/2/14 Electrical

Southwind High (0178) 3B Please repair the light 
fixture by the door in the 
principal office, need a 
new ballast.

4/9/14 Administration Area principal office Electrical

Southwind High (0178) 3B Repair exit sign in culinary 
arts kitchen.

4/15/14 Electrical

Southwind High (0178) 3B please set up a bell to ring 
at 12:22 for a lunch period.

4/16/14 Electrical

Southwind High (0178) 3B please bring bulbs for out 
side canopy's GE Multi-
Vapor Lamp 
MVR100/U/MED 100watt. 
need 10 

7/29/13 Electrical

Southwind High (0178) 3B Need bulbs for rotunda 
MP70/U/MED 64547 
Ballast M98/0 need 7. 
Thank you

7/29/13 Electrical

Southwind High (0178) 3B SYLVANIA 20885 DULUX 
T/E in 
CF32DT/E/IN/835/ECO 
GX24q-3. Need 15 each.

7/29/13 Electrical



Southwind High (0178) 3B Bring bulbs for rotunda 
SYLVANIA 
FT55DL/835/ECO DULUX 
L 55w.

7/29/13 Electrical

Southwind High (0178) 3B Replace bulbs in rotunda 
#F212D/835/4P.

8/8/13 Electrical

Southwind High (0178) 3B Need these bulb 
MVR100/U/MED 100W  
THIS BULB WAS KEPT IN 
THE WARE HOUSE. I 
need 15 each.

12/5/13 Electrical

Southwind High (0178) 3B Need bulbs #10531 Metal 
halide lamp 100 watt 
MH100/U for rotunda and 
outside fixtures.
Please Update your work 
order with warehouse 
stock# or the 
vendor/supplier name with 

9/30/13 Electrical

Southwind High (0178) 3B A/C PE GYM AREA-NOT 
COOLING-THEY ARE 
HAVING A AAU 
BASKETBALL 
TOURNAMENT-PLANT 
MGR GREER 752-2885 
KLR

6/30/14 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Change main building 4/30/14 Whole shcool Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Service Aaon's 5/1/14 Atheletic complex Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Check unit for room #145 
not coming on. 

5/7/14 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Please check units for the 
following rooms Assit. 
principals confrence room 
in  main office complex, 
and room 102. 

5/13/14 Heating/Ventilation /Air 
Conditioning



Southwind High (0178) 3B Service units in field house 4/28/14 Field house Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Check hv/ac unit in Vice-
principal's office it is 
blowing hot air.

4/28/14 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B please check unit for room 
#215 it is not working.

4/29/14 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Water leaking from cieling 
in stair well @ room #100.

8/9/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Water leaking from ceiling 
in stair well @ room #100.

8/9/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Please check and repair 
the air unit  for room 212, it 
is leaking  into the 
classroom.

8/9/13 Classroom Room 212 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Run hv/ac units in the 
following areas on 8/10/13 
from 7am-12pm for STEM 
classes Libaray, 110 
,109,108. 106,105.

8/9/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Please run hv/ac units for 
football games tonight in 
both field houses and 
restrooms all. form 5pm -
11pm.

8/16/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B PM field house A/C 8/20/13 Field house Heating/Ventilation /Air 
Conditioning



Southwind High (0178) 3B PM Aaon units on main 
building

8/20/13 main building Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Thermostat cover missing 
in boys restroom J hall up 
stairs wires exposed.

8/21/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B THE VARSITY GIRLS 
LOCKER ROOM IS OFF 
LINE

8/22/13 VARGIRLSLOCKERS Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Water leak room 212 8/27/13 Room 212 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Please check hv/ac units 
in wrestling room it is very 
hot in there.

9/3/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B ROOM 230 IS OFF LINE 9/6/13 Room 230 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B ROOM 130 STUDYHALL 
IS OFF LINE

9/9/13 ROOM 130 STUDYHALL Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B ALL UNITS ARE OFF 
LINE ON COMM1 ON 
THE EMS PANEL

9/12/13 EMS Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B ROOM 111 IS NOT 
COOLING

9/12/13 ROOM 111 Heating/Ventilation /Air 
Conditioning



Southwind High (0178) 3B THE COACHES OFFICE 
IS OFF LINE

9/12/13 COACHES OFFICE Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Please check both units 
for main office complex 
temp. changes from very 
cold to very warm.

9/18/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B ROOM 111 IS OFF LINE 9/19/13 ROOM 111 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B PM "N" wing 9/23/13 "N" wing Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B ROOM 218 IS OFF LINE 9/23/13 ROOM 218 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B ROOM 152 IS OFF LINE 9/23/13 ROOM 152 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B THE COACHES OFFICE 
IS OFF LINE 

9/23/13 COACHES OFFICE Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B water leaking from ac unit 
in room #227.

9/25/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Check unit for room #148 
will not come on at all.

9/26/13 Heating/Ventilation /Air 
Conditioning



Southwind High (0178) 3B Service unit 7/17/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Water leaking from duck in 
IDF room up stairs next to 
room #249 please repair.

8/2/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B THE E-WING 
RESTROOM IS NOT 
COOLING - TRIED TO 
RESTART SEVERAL 
TIMES

8/6/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B THE VARSITY GIRLS 
LOCKER ROOM IS NOT 
COOLING - TRIED TO 
RESTART SEVERAL 
TIMES

8/6/13 VARSITY GIRLS LKR RM Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B THE ROTUNDA EAST 
UNIT IS NOT COOLING - 
THE OUTPUTS ARE 
DISABLED OFF BY 
COMPUTER

8/7/13 ROTUNDA EAST Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B run hv/ac units in athletic 
complex for football game 
on 10/4/13 from 5pm-
11pm.

10/3/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Repair A/C in Varsity gym 10/10/13 Varsity Gym Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Basketball tournament on 
10/29/2013 from 7am-9pm 
in varsity gym,PE gym and 
all locker rooms and 
restrooms in area,also 
rotunda and office complex 
Drama hall concession 
stand,library, and study 

10/17/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B ROOM 213 IS OFF LINE 10/21/13 ROOM 213 Heating/Ventilation /Air 
Conditioning



Southwind High (0178) 3B please repair the air unit in 
room 133 .

10/31/13 Classroom room  133 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Run hv/ac units at athletic 
complex as needed for 
football game on 11/8/13 
from 5pm-10pm all areas.

11/6/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Basketball game in varsity 
gym on 11/14/13 from 5pm-
10pm please run hv/ac 
units as needed in the 
following areas 
rotunda,varsity gym all 
locker rooms and 
restrooms in area,drama 

11/13/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B run hv/ac units in all areas 
of football complex for 
game on 11/15/13 from 
5pm-11pm.

11/13/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Reset freeze stat 11/27/13 Field house Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B THE STAIRWELL BY 
ROOM 101 IS NOT 
PRODUCING HEAT, THE 
OUTPUTS ARE OFF BY 
COMPUTER

12/13/13 STAIRWELL.101 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Please run hv/ac units in 
the rotunda and the varsity 
gym areas for games on  
saturday 1/4/14 form 2pm- 
8pm.

1/3/14 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Check heat in field house 1/6/14 Field house Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Check hv/ac unit for room 
#215 it is blowing cold air.

1/7/14 Heating/Ventilation /Air 
Conditioning



Southwind High (0178) 3B Please check unit to room 
#215 it is cold in room.

2/3/14 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Change filters 2/20/14 Atheletics Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Check unit for room #215 
still not working right.

2/24/14 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B THE EMS MASTER IS 
OFF LINE

4/10/14 EMS MASTER Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B water leaking from duct in 
room it has not been 
raining Room        #232.

8/2/13 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Locate bad controllers on 
com 2

7/22/13  com 2 Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Program whole school for 
staff doing inventory

7/22/13  Whole school Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B THE CAFE SOUTH UNIT 
IS OFF LINE

7/18/13 CAFE.S Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B ROOM 150 IS OFF LINE 7/22/13 ROOM 150 Heating/Ventilation /Air 
Conditioning



Southwind High (0178) 3B PM A/C on whole building 7/12/13 Whole shcool Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B THE ROTUNDA NORTH 
UNIT IS NOT WORKING - 
I HAVE THE OUTPUTS 
CUT OFF BY COMPUTER

7/29/13 ROTUNDA NORTH Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B THE ROTUNDA SOUTH 
UNIT IS NOT 
PRODUCING VERY 
COLD DISCHARGE

7/29/13 ROTUNDA SOUTH Heating/Ventilation /Air 
Conditioning

Southwind High (0178) 3B Tape mud and paint hole 
in sheet rock in attendance 
office.

4/16/14 Painting

Southwind High (0178) 3B The walls Along A hall 
need to be painted.

4/30/14 Painting

Southwind High (0178) 3B Walls in main office 
complex need to be 
painted there is a hole in 
sheet roc in attendance 
office was W/O not 
repaired.

6/16/14 Painting

Southwind High (0178) 3B per michael greer 752-
2885 there is graffiti all 
over entire school 
buildings, sidewalk, etc

5/2/14 Painting

Southwind High (0178) 3B Please remove graffiti from 
walls outside of cafeteria 
asap. 

4/28/14 Painting

Southwind High (0178) 3B Remove graffiti from walls 
all around campus. Some 
gang related.

4/28/14 Painting



Southwind High (0178) 3B per michael greer 752-
2885 graffiti on building by 
cafeteria, front by main 
door, sw door, PE gym

4/28/14 Painting

Southwind High (0178) 3B Repair sheet rock end stair 
well g hall up stairs.

12/11/13 Painting

Southwind High (0178) 3B Please paint shelves for 
dug outs. 

3/7/14 Painting

Southwind High (0178) 3B Tape mud and paint sheet 
rock in rotunda @ the front 
door east side water 
damage from a leak.

4/16/14 Painting

Southwind High (0178) 3B unstop two toilets in girls 
restroom in varsity gym 
public restroom.

4/21/14 Plumbing

Southwind High (0178) 3B Main office area has no 
hot water in restrooms or 
breakroom.

8/15/13 Plumbing

Southwind High (0178) 3B Water pressure low in 
boys restroom drama hall.

8/21/13 Plumbing

Southwind High (0178) 3B toilet in boys restroom 
accross from the cafeteria 
stall stopped up.

8/29/13 Plumbing

Southwind High (0178) 3B The dish washer in the 
chemistry lab, room 250, is 
not working. 

8/30/13 2nd Floor Computer Lab 250 Plumbing



Southwind High (0178) 3B Repair disposal in room 
#133 not working.

9/4/13 Plumbing

Southwind High (0178) 3B Repair dishwasher in room 
#133 last one on the right.

9/4/13 Plumbing

Southwind High (0178) 3B please check time on 
sprinklers they have been 
changed to run during the 
school day.

9/9/13 Plumbing

Southwind High (0178) 3B Mens restroom g hall 
down stairs second stall 
from the right stopped up.

9/11/13 Plumbing

Southwind High (0178) 3B Replace toiley seat boys 
restroom up stairs next to 
room #243.

9/11/13 Plumbing

Southwind High (0178) 3B Unstop sinks in room #129 
cosmotology lab used for 
wash hair.

9/25/13 Plumbing

Southwind High (0178) 3B Mens restroom up stairs G 
hall in frint of windows 
handi cap stall bowl 
leaking badly. 

9/25/13 Plumbing

Southwind High (0178) 3B Repair shower valve. 7/16/13 Plumbing

Southwind High (0178) 3B Please meet with Holms 
Services at the kitchen 
grease trap. 7/31/2013 first 
thing.

7/30/13 Plumbing



Southwind High (0178) 3B Please repair the toilet  
center stall in the girls 
basketball locker room, the 
seat need to be repair.

8/7/13 Gym Girls locker room Plumbing

Southwind High (0178) 3B Install certificate with 
following TN # T67981.

10/2/13 Plumbing

Southwind High (0178) 3B Install certificate with 
following TN # T66572.

10/2/13 Plumbing

Southwind High (0178) 3B Install certificate with 
following TN # T66576.

10/2/13 Plumbing

Southwind High (0178) 3B Install certificate with 
following TN # T66521.

10/2/13 Plumbing

Southwind High (0178) 3B Install certificate with 
following TN # T89811.

10/2/13 Plumbing

Southwind High (0178) 3B Install certificate with 
following TN # T66586.

10/2/13 Plumbing

Southwind High (0178) 3B Install certificate with 
following TN # T66563.

10/2/13 Plumbing

Southwind High (0178) 3B Install certificate with 
following TN # T67982.

10/2/13 Plumbing



Southwind High (0178) 3B Install certificate with 
following TN # T66522.

10/2/13 Plumbing

Southwind High (0178) 3B Please repair  the urinal in 
the man restroom  on the 
visitor, it is backing up. 

10/15/13 Athletic Field on visitor side Plumbing

Southwind High (0178) 3B Please repair the leaky  
water faulset.

10/15/13 Athletic Field on home side Plumbing

Southwind High (0178) 3B Please repair the raise 
sink in the cosmetology 
lab, the sink is leaking by

10/17/13 Classroom room 129 Plumbing

Southwind High (0178) 3B Please repair the raise 
sink in the cosmetology 
lab, all the sink drain are 
clog.

10/17/13 Classroom room 129 Plumbing

Southwind High (0178) 3B Unstop two stalls in girls 
public  restroom visitors 
side @ football complex.

10/23/13 Plumbing

Southwind High (0178) 3B The drains in the cafeteria 
teacher lounges restrooms 
are backing up into the 
floor.

10/24/13 Plumbing

Southwind High (0178) 3B Repair wate fountain on 
dramma hall in front of 
restrooms student 
knocked it off the wall. Also 
need cost to repair it .

11/7/13 Plumbing

Southwind High (0178) 3B Replace toilet seat in 
restroom in attenance 
office some one has 
removed it.

11/22/13 Plumbing



Southwind High (0178) 3B Please replace toilet seat 
in mens restroom @ room 
#130 handi-cap stall. 

11/25/13 Plumbing

Southwind High (0178) 3B Boys restroom @ room 
#130 both urinals stopped 
up and seat missing from 
handi-cap stall. 

11/26/13 Plumbing

Southwind High (0178) 3B Winterize sprinkler system. 11/26/13 Plumbing

Southwind High (0178) 3B Fire riser room heater 
blowing cold air.

12/2/13 Plumbing

Southwind High (0178) 3B Heater not working. 12/3/13 Concession stand Plumbing

Southwind High (0178) 3B Install new dishwasher in 
home ec.

12/3/13 Plumbing

Southwind High (0178) 3B Please repair the water 
cooler by the P.E. Gym, 
the lower setting one is 
leaking by. 

12/9/13 Hallway/Corridor Hallway by P.E. gym Plumbing

Southwind High (0178) 3B Unstop uniral in boys pe 
locker room.

12/10/13 Plumbing

Southwind High (0178) 3B sink in boys restroom 
across from cafeteria 
leaking please repair.

12/11/13 Plumbing



Southwind High (0178) 3B please replace the washer 
in the first sink, the boys 
restroom by the cafeteria.

12/11/13 Restroom (Boys) By the cafeteria Plumbing

Southwind High (0178) 3B Un stop toilet in mens 
public restroom at field 
house home side.

12/12/13 Plumbing

Southwind High (0178) 3B Replace two toilet seats in 
mens restroom home side 
field house @ football 
complex.

12/12/13 Plumbing

Southwind High (0178) 3B Water leaking in sink in 
room #133 last one on the 
right.

12/13/13 Plumbing

Southwind High (0178) 3B Please repair the toilet in 
the boys restroom in the 
hallway by the concession 
stand, can not get the last 
stall completely unclog.

12/16/13 Restroom (Boys) By the concession stand Plumbing

Southwind High (0178) 3B Please repair the sink in 
the boys restroom by the 
concession stand, the first 
sink close to the stall is 
leaking by.

12/16/13 Restroom (Boys) By the concession stand Plumbing

Southwind High (0178) 3B Please unclog the 
handicap stall  and both 
urinal in the boys restroom  
by the study hall.

12/17/13 Restroom (Boys) hallway by the study hall Plumbing

Southwind High (0178) 3B Please unstop toilet and 
urnial in student restroom 
@ room #130.

12/19/13 Plumbing

Southwind High (0178) 3B Replace toilet seat in 
drama hall boys restroom 
last handicap stall.

1/9/14 Plumbing



Southwind High (0178) 3B Repair toilet in girls varsity 
basketball locker room.

1/9/14 Plumbing

Southwind High (0178) 3B Please check and repair 
some sinks in the 
cosmetology classroom 
there are few that need 
repair.

1/22/14 Classroom cosmetology Plumbing

Southwind High (0178) 3B please unclog the sink in 
the teacher loung on the 
J/100 hallway 

1/24/14 Administration Area teacher loung J/100 
hallway

Plumbing

Southwind High (0178) 3B Repair pipe leaking in 
ceiling outside of room 
A127.

1/27/14 Plumbing

Southwind High (0178) 3B Water leaking from sink in 
boys restroom on drama 
hall please repair.

1/27/14 Plumbing

Southwind High (0178) 3B Sink in teachers lounge 
stopped up please clear.

1/27/14 Plumbing

Southwind High (0178) 3B Install temp heater in 
Room with no heat.

1/30/14 Plumbing

Southwind High (0178) 3B Unstop urnial in boys 
restroom @ room #130.

3/20/14 Plumbing

Southwind High (0178) 3B The water on the Sports 
fields needs to be turn on.

3/24/14 Plumbing



Southwind High (0178) 3B Test the following RP. 
09241.

3/28/14 Plumbing

Southwind High (0178) 3B Test the following RP. 
09233.

3/28/14 Plumbing

Southwind High (0178) 3B Test the following RP. 
09285.

3/28/14 Plumbing

Southwind High (0178) 3B Test the following RP. 
09524.

3/28/14 Plumbing

Southwind High (0178) 3B Test the following RP. 
2102765.

3/28/14 Plumbing

Southwind High (0178) 3B Test the following RP. 
15051.

3/28/14 Plumbing

Southwind High (0178) 3B Test the following RP. 
436939.

3/28/14 Plumbing

Southwind High (0178) 3B Test the following RP. 
15042.

3/28/14 Plumbing

Southwind High (0178) 3B Test the following RP. 
436979.

3/28/14 Plumbing



Southwind High (0178) 3B Test the following RP. 
435612.

3/28/14 Plumbing

Southwind High (0178) 3B Test the following RP. 
121931.

3/28/14 Plumbing

Southwind High (0178) 3B Test the following RP. HD-
2089.

3/28/14 Plumbing

Southwind High (0178) 3B Test the following RP. HD-
2087.

3/28/14 Plumbing

Southwind High (0178) 3B Turn water on to the 
baseball field.

4/2/14 Plumbing

Southwind High (0178) 3B Turn water on to the 
softball field.

4/2/14 Plumbing

Southwind High (0178) 3B Turn water on to the 
football field.

4/2/14 Plumbing

Southwind High (0178) 3B Turn water on to the area 
around front of building 
near the office.

4/2/14 Plumbing

Southwind High (0178) 3B Replace toilet seat in 
restroom in cafe. teachers 
lounge.

4/8/14 Plumbing



Southwind High (0178) 3B unstop urnial in baseball 
locker room @ athletic 
complex.

4/8/14 Plumbing

Southwind High (0178) 3B unstop sink in teachers 
lounge on J hall down 
stairs have tried to plunge 
it did not work.

4/8/14 Plumbing

Southwind High (0178) 3B Field house Ice machine 
not making ice. please 
Repair

7/15/13 Plumbing

Southwind High (0178) 3B Please build up the 
overflow Drains on the roof 
there are some that are at 
the same height.

6/23/14 Roof Roof

Southwind High (0178) 3B Please repair the leak on 
the wall on the south east 
corner of the hall next to 
the main office.

6/23/14 Hallway/Corridor rotunda area Roof

Southwind High (0178) 3B Roof leakig in cafeteria 
please repair.

5/14/14 Roof

Southwind High (0178) 3B Water leaking up stairs J 
hall windows across from 
student restrooms.

9/5/13 Roof

Southwind High (0178) 3B Please repair the leak in 
the stairwell by room 241 it 
is leaking in two area in 
that stairwell.

10/31/13 Hallway/Corridor stairwell by room 241 Roof

Southwind High (0178) 3B Please repair the leak in 
the front office area 
Guidance Counselor office  
behind front office desk.

11/1/13 Administration Area guidance counselor main 
office

Roof



Southwind High (0178) 3B Please repair the leak in 
the Varsity Gym, on the 
north end of the gym.

1/13/14 Gym Gym Roof

Southwind High (0178) 3B Please repair the leak on 
the roof at the electrical 
room on the visitor side 
the room is flooding out 
when it rain.

2/4/14 Athletic Field on visitor side Roof

Southwind High (0178) 3B Repair roof leak in rotunda 
next to main entrance.

2/11/14 Roof

Southwind High (0178) 3B Roof leake in rotunda @ 
front doors left side as you 
enter, also drama hall in 
front of concession stand. 
Please repair

3/18/14 Roof

Southwind High (0178) 3B Repair plate on front of 
locker #1240 up stairs J 
hall.

9/5/13 Sheet Metal

Southwind High (0178) 3B Tractor hit band directors 
tower and bent the leg, 
need welder to straighten 
out the leg.

9/6/13 Sheet Metal

Southwind High (0178) 3B Please replace numbers 
on the following 
lockers,#868and #603.

9/9/13 Sheet Metal

Southwind High (0178) 3B repair gate along fence 
line.

9/11/13 Sheet Metal

Southwind High (0178) 3B please repair gate along 
band field on main drive.

9/11/13 Sheet Metal



Southwind High (0178) 3B repair center gates along 
main drive students have 
sat on it and bent both 
sides.

9/18/13 Sheet Metal

Southwind High (0178) 3B Repair front gate it has 
bent it will not open all the 
way this is. It is the shelby 
drive gate.

7/29/13 Sheet Metal

Southwind High (0178) 3B Please repair the center 
gate, it need to be weld 
back .

10/8/13 Parking Lot  main entrance drive Sheet Metal

Southwind High (0178) 3B Metal frame on cafeteria 
table has broken please 
repair.

1/16/14 Sheet Metal

Southwind High (0178) 3B Make cover plate for 
plumbers

1/28/14 Sheet Metal

Southwind High (0178) 3B Repair metal hand rail 
@rear door to kitchen 
safety hazzard. 

2/5/14 Sheet Metal

Southwind High (0178) 3B Replace fence post along 
gerland dr. car has 
knocked it down.

2/27/14 Sheet Metal

Southwind High (0178) 3B Please repair the center 
gate by the student the 
chain part has broken off 

3/21/14 Parking Lot by student parking lot Sheet Metal

Southwind High (0178) 3B Repair rear gate to north 
parking lot down bus lane 
it has been hit by a car.

4/7/14 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Plumbing Roof Sheet Metal Grand Total

Westwood El (2765) 3A 13 1 43 89 41 71 3 1 262
Grand Total 13 1 43 89 41 71 3 1 262



Location Request Description Submittal Date Area Description Area Number Craft
Westwood El (2765) 3A Floor tile is 

mismatched,deteriorated, 
and loose in such a way 
as to tile entire floor.

1/22/14 Classroom 108 Asbestos

Westwood El (2765) 3A Repair insulation on 
radiator pipe on wall in 
serving line.

9/20/13 Cafeteria Serving line Asbestos

Westwood El (2765) 3A Foul odor in classroom 
(mildrew).

2/10/14 Classroom 228 Asbestos

Westwood El (2765) 3A Floor tiles are loose, 
missing, deteriorated in 
such a way as to request 
for replacement of floor 
tiles in this area.

2/11/14 Cafeteria back lobby Asbestos

Westwood El (2765) 3A Installation is missing from 
pipe.

2/13/14 Mechanical Room outside boiler room Asbestos

Westwood El (2765) 3A Repair damage vinyl floor 
tile . 101,106,105

2/20/14 Classroom 101,106 105 Asbestos

Westwood El (2765) 3A Repair damage vinyl floor 
tile . 111,113,116

2/20/14 Classroom 111,113,116 Asbestos

Westwood El (2765) 3A Repair damage vinyl floor 
tile . 215,205,203,201

2/20/14 Classroom 215,205,203,201 Asbestos



Westwood El (2765) 3A Repair damage vinyl floor 
tile in front of water 
fountain next to room 117.

2/20/14 Hallway/Corridor Asbestos

Westwood El (2765) 3A Repair damage vinyl floor 
tile in staircase next to 
room 230.

2/20/14 Stairway Asbestos

Westwood El (2765) 3A Repair damage vinyl floor 
tile on top landing in 
staircase next to room 
219.

2/20/14 Stairway Asbestos

Westwood El (2765) 3A Repair damage vinyl floor 
tile in front of wash sink 
next to room 217.

2/20/14 Hallway/Corridor Asbestos

Westwood El (2765) 3A leak above ceiling causing 
ceiling tiles to sag and fall.

12/12/13 Cafeteria above ceiling on ramp side Asbestos

Westwood El (2765) 3A Westwood ES- Work 
Order - 369508-- Install 
eight smart boards on wall 
in various classroom. 
(Request Interactive White 
Board Assistance).

(SCS Network Cabling and 

7/31/13 Classroom Cabling

Westwood El (2765) 3A Repair bulletin board(4X4) 
on wall in classroom #227. 

4/11/14 Classroom Carpentry

Westwood El (2765) 3A Install new paper towel 
dispenser in Principal 
office restroom.

4/11/14 Administration Area Carpentry

Westwood El (2765) 3A Replace soil ceiling tiles in 
ceiling. Cannot be reached 
from 12ft ladder.

9/26/13 Cafeteria Carpentry



Westwood El (2765) 3A Floor tile has come loose 
in elevator.

2/6/14 Elevator Carpentry

Westwood El (2765) 3A ASAP,ASAP,ASAP
Per principal (Ms Golden) 
replace soil ceiling tiles in 
cafeteria before a hazard 
and unsafe condition 
occur.

2/6/14 Cafeteria ceiling Carpentry

Westwood El (2765) 3A Screens on door are 
damage in such a way as 
to create an unsafe 
condition.

2/6/14 Cafeteria back screen doors Carpentry

Westwood El (2765) 3A Stall door is not closing 
properly. 

2/10/14 Restroom (Boys) 2nd floor main hallway Carpentry

Westwood El (2765) 3A The stall door needs 
reinforcing in the BRR 
across from room # 208.

4/14/14 Restroom (Boys) Carpentry

Westwood El (2765) 3A Please repairthe stall door 
in the GRR across from 
room # 208.

4/30/14 Restroom (Girls) Carpentry

Westwood El (2765) 3A Please move the teacher's 
mail boxes from the 
teacher old work area to 
the new room which is the 
teacher's lounge.

6/10/14 Administration Area Carpentry

Westwood El (2765) 3A Replace screen the other 
side of the back door in 
the cafeteria it has rough 
edges.

6/18/14 Cafetorium Carpentry

Westwood El (2765) 3A The serving line door plate 
is missing on the first door 
to your right.

6/18/14 Cafetorium Carpentry



Westwood El (2765) 3A Door closure is damaged 
in such a way as to need 
replacing.

2/13/14 Restroom (Boys) by 106 Carpentry

Westwood El (2765) 3A Broken window pane in 
classroom. #228

3/5/14 Classroom 228 Carpentry

Westwood El (2765) 3A Window leak when it rain 
recaulking is needed

3/5/14 Classroom 228 Carpentry

Westwood El (2765) 3A Window leak when it rain 
recaulking is needed

3/5/14 Classroom 225 Carpentry

Westwood El (2765) 3A Window leak when it rain 
recaulking is needed

3/5/14 Classroom 230 Carpentry

Westwood El (2765) 3A Window leak when it rain 
recaulking is needed 

3/6/14 Classroom 212 Carpentry

Westwood El (2765) 3A Repair damage vinyl floor 
tile . Classroom #106 

4/2/14 Classroom 106 Carpentry

Westwood El (2765) 3A The stall door needs 
reinforcing in the GRR 
across from room # 217.

4/10/14 Restroom (Girls) Carpentry

Westwood El (2765) 3A Seal hole in ceiling wall 
and replace missing 
ceiling tile that need 
special cut around pipe.

1/22/14 Classroom 108 Carpentry



Westwood El (2765) 3A Caulking around window is 
missing causing cafeteria 
manger office to be very 
drafty.

1/30/14 Kitchen Carpentry

Westwood El (2765) 3A 2nd stall door will not 
close.

1/30/14 Restroom (Girls) 2nd floor by 203 Carpentry

Westwood El (2765) 3A DOOR - CAFE BACK DR - 
CAN'T GET IT TO LOCK - 
CAN'T SECURE BLDG - 
SMITH -416-8090

2/3/14 Carpentry

Westwood El (2765) 3A Handrail is loose, might 
create an unsafe 
condition.

2/4/14 1st Floor stage/cafeteria steps Carpentry

Westwood El (2765) 3A Covebase has come loose 
from wall on 1st floor in 
front of stairs close to 115.

2/5/14 Hallway/Corridor 1st floor by 115 Carpentry

Westwood El (2765) 3A needs (1) white board 
room use as 
classroom/meeting

7/1/13 1st Floor Rm#121 Carpentry

Westwood El (2765) 3A wood needs replace from 
termite damage/
wall cabinet

7/2/13 Classroom Rm#124 Carpentry

Westwood El (2765) 3A Bookcase is damaged in 
such a way shelves need 
replacing.

7/23/13 Classroom 204 Carpentry

Westwood El (2765) 3A OUTSIDE DOOR WEST-
END WONT OPEN
PLANT MGE-
SMITH/416.8020

9/27/13 Carpentry



Westwood El (2765) 3A The stair rail is loose  on 
the stairs located next to 
room 230. 

7/30/13 Stairway Next to 230 Carpentry

Westwood El (2765) 3A The handle is broken off 
the door in the staircase 
next to room #214.

8/8/13 Stairway next to 214 Carpentry

Westwood El (2765) 3A Hinge on stall door to toilet 
is not working properly 
causing an intrupt in the 
school program.

8/30/13 Restroom (Girls) 2nd grade Carpentry

Westwood El (2765) 3A DOOR - BOILER RM 
REP/REPL HARDWARE 
KEY GETS STUCK IN 
LOCK/ CAN'T SECURE 
RM - PM/SMITH 416-8020

9/3/13 Carpentry

Westwood El (2765) 3A Windows need reglazing 
due to water entering the 
classroom which could 
possible create an unsafe 
condition.

10/31/13 Classroom 201 Carpentry

Westwood El (2765) 3A REAR ENTRANCE CAFE 
AREA-PANIC BAR 
BROKEN-WON'T BE 
ABLE TO SECURE-
PLANT MGR SMITH 416-
8020 KLR

11/20/13 Carpentry

Westwood El (2765) 3A Center pole in hallway first 
floor by main office has 
come loose from support 
causing an unsafe 
condition.

12/13/13 Hallway/Corridor 1st floor by main office Carpentry

Westwood El (2765) 3A Library door is not working 
properly, door has come 
loose in such a way as to 
cause a hazard.

1/15/14 Library 2nd floor Carpentry

Westwood El (2765) 3A Student locker is jammed 
in such a way as to 
prevent student from 
having access to books 
inside locker.

1/16/14 Classroom 209 Carpentry



Westwood El (2765) 3A Table legs are loose need 
adjusting please assist 
with proper tool for 
adjusting legs on table.

1/17/14 Classroom 226 Carpentry

Westwood El (2765) 3A Replace  missing bolts on 
lunch table in cafetorium.

6/20/14 Cafetorium Carpentry

Westwood El (2765) 3A The wall is  leaking in the 
classrooms when it rain 
recaulking is needed .

4/14/14 Classroom 230 225 228 Carpentry

Westwood El (2765) 3A Water is entering the 
above classrooms while 
raining in such a way as to 
interrupt the school 
program and create an 
unsafe condition, please 
check outside walls for 
cracks, loose motar, bricks 

2/5/14 Classroom 212,204,230,228,210,208 Carpentry

Westwood El (2765) 3A replace ballast in light 
fixture.

9/26/13 Kitchen over prep table Electrical

Westwood El (2765) 3A Replace ballast in the 
following classrooms 216, 
218.

2/10/14 Classroom 216,218 Electrical

Westwood El (2765) 3A Bad Ballast  Lights out in 
teacher's lounge.

4/17/14 Teachers lounge Electrical

Westwood El (2765) 3A Bad Ballast Light out in 
classroom .#112

5/15/14 Classroom Electrical

Westwood El (2765) 3A Reset timer for outside 
lights.

5/19/14 Custodial Closet Electrical



Westwood El (2765) 3A Bad Ballast Light out in 
cafetorium. 

5/29/14 Cafetorium Electrical

Westwood El (2765) 3A Please turn off bell for the 
summer break.

6/10/14 Administration Area Electrical

Westwood El (2765) 3A ELEC WIRES ARE 
CROSSED UP IN 
ELEVATOR.
PLANT MGR-
WATKINS/864.1009

6/13/14 Electrical

Westwood El (2765) 3A POWER OUTAGE 
throughout the ENTIRE 
BUILDING per Mr. 
Watkins, Plant Mgr. 
901.864.1009

6/18/14 Electrical

Westwood El (2765) 3A per ms smith 416-8090 
teacher's work room has 
partial power.  1/2 of the 
room is fine the other half 
has no power

2/13/14 Electrical

Westwood El (2765) 3A The light is out on the front 
pordh of the school.

3/12/14 front porch Electrical

Westwood El (2765) 3A Clock in classroom is not 
working properly, 

3/20/14 Classroom 108,106 Electrical

Westwood El (2765) 3A Clock in classroom is not 
working properly, 

3/20/14 Classroom 122,201 Electrical

Westwood El (2765) 3A Clock in classroom is not 
working properly, 

3/20/14 Classroom 122,201 Electrical



Westwood El (2765) 3A Clock in classroom is not 
working properly, 

3/20/14 Classroom 103 Electrical

Westwood El (2765) 3A Clock in classroom is not 
working properly, 

3/20/14 Classroom 122,201 Electrical

Westwood El (2765) 3A Please ship 24, 15 watts 
compact fluorescent bulbs 
for the closet. 

3/21/14 SBE Electrical

Westwood El (2765) 3A Bad Ballast Lights out in 
BRR next to room #121. 

3/24/14 Restroom (Boys) Electrical

Westwood El (2765) 3A Bad Ballast Light out in 
cafetorium. 

3/25/14 Cafetorium Electrical

Westwood El (2765) 3A Bad Ballast Light out in 
cafetorium. 

4/3/14 Cafetorium Electrical

Westwood El (2765) 3A Bad Ballast Light out in 
classroom #230.

4/4/14 Classroom 230 Electrical

Westwood El (2765) 3A BREAKER KITCHEN 
AREA-NOT RESETTING 
AFTER TRIPPING-PLANT 
MGR WATKINS 416-8020 
KLR

4/4/14 Electrical

Westwood El (2765) 3A The light is out on the side 
porch of the cafetorium. 

4/7/14 Cafetorium Electrical



Westwood El (2765) 3A  Change light fixtures for 
T8 lamps. Some light 
fixtures have not been 
changed.

1/17/14 Hallway/Corridor 1st & 2nd floor Electrical

Westwood El (2765) 3A Classroom clocks are not 
working properly. Clocks 
will not set to proper time.

1/21/14 Classroom 122,120,119,117110 Electrical

Westwood El (2765) 3A Clocks will not set to 
correct time.

1/21/14 Classroom 101,102,103,105,106 Electrical

Westwood El (2765) 3A Reset timer for outside 
lights.

6/23/14 Electrical

Westwood El (2765) 3A Exit light is not working 
properly, light will not 
come on.

1/30/14 1st Floor playground exit door Electrical

Westwood El (2765) 3A Replace ballast in 
cafeteria light fixture.

7/23/13 Electrical

Westwood El (2765) 3A Replace ballast in light 
fixtures.

7/25/13 Cafeteria Electrical

Westwood El (2765) 3A No lights cannot find 
where the problem is.

7/26/13 Cafeteria teacher's workroom by 111 Electrical

Westwood El (2765) 3A NO LIGHTS IN THE 
TEACHER LOUNGE. SBE  
WATKINS 416-8020

7/29/13 Electrical



Westwood El (2765) 3A 2-UV NOT COMING ON 
IN RM-212,109, CAFE 
MGR OFFICE LIGHTS 
HAVE NO POWER
PLANT MGR-
WATKINS/416.8020

7/30/13 Electrical

Westwood El (2765) 3A UV NOT COMING ON IN 
RM-119(076)
PLANT MGR-
WATKINS/416-8020

7/30/13 Electrical

Westwood El (2765) 3A Please reset school bell 
with new schedule. 

7/31/13 Administration Area Electrical

Westwood El (2765) 3A UNIT IN THE LIBRARY IS 
NOT COMING ON SBE 
WATKINS 416-8020

8/2/13 Electrical

Westwood El (2765) 3A EXHAUST HOOD 
KITCHEN-NOT COMING 
ON-SBE WATKINS 416-
8020 KLR

8/2/13 Electrical

Westwood El (2765) 3A Mic failed to work due to 
no power.

8/5/13 Cafeteria stage Electrical

Westwood El (2765) 3A Ballast need replacing in 
custodial closet.

8/6/13 Custodial Closet 2nd floor Electrical

Westwood El (2765) 3A Repair loose breaker box 
covers in kitchen pantry.

8/6/13 Kitchen pantry Electrical

Westwood El (2765) 3A School bells are not 
working properly. No bells 
are ringing.

8/7/13 Administration Area school bells Electrical



Westwood El (2765) 3A Classroom clock is not 
working properly, time is 
incorrect.

8/8/13 Classroom 203 Electrical

Westwood El (2765) 3A Replace ballast in boy's 
restroom 1st floor by sbe 
office.

8/13/13 Restroom (Boys) 1st floor Electrical

Westwood El (2765) 3A Bad ballast on the hallway 
in stairs in front of 
cafeteria and across from 
principal office.

8/14/13 Hallway/Corridor 1st floor Electrical

Westwood El (2765) 3A Bad Ballast Lights out in 
classroom #112

8/14/13 Classroom 1st floor Electrical

Westwood El (2765) 3A Overload on breaker in 
this classroom, need 
seperate socket for 
laminate machine. 
Computer socket is not 
working.

8/15/13 Classroom 1st floor, 121 Electrical

Westwood El (2765) 3A no lights in main office per 
Ms. Smith 416-8000

8/16/13 Electrical

Westwood El (2765) 3A Fire doors and audio did 
not work during fire drill. 

8/23/13 Grounds front by flag pole Electrical

Westwood El (2765) 3A Clock in classroom is not 
working properly,

8/23/13 Classroom 121 Electrical

Westwood El (2765) 3A Need t8 lamps for 
classrooms and hallways.

8/23/13 Classroom Electrical



Westwood El (2765) 3A Exit lights not working 
properly due to lamps.

8/26/13 Hallway/Corridor 1st floor Electrical

Westwood El (2765) 3A Electrical panel need 
securing to wall.

8/26/13 Hallway/Corridor 2nd floor Electrical

Westwood El (2765) 3A Replace ballast in light 
fixture.

8/26/13 Classroom 112 Electrical

Westwood El (2765) 3A Ballast need replacing in 
hallway light fixture located 
down south from office on 
1st floor.

8/27/13 1st Floor main hallway Electrical

Westwood El (2765) 3A Need lamps (T12) and 
ballast for boys restroom 
2nd floor by 211.

8/27/13 2nd Floor boy's restroom north Electrical

Westwood El (2765) 3A PLC coach classroom 
clock is not working.

8/28/13 Classroom 121 Electrical

Westwood El (2765) 3A ck+11 outlet is not 
working.

8/28/13 Classroom 121 Electrical

Westwood El (2765) 3A Outside security lights are 
not working on front corner 
of building behind 
marquee.

8/28/13 Grounds behind marquee Electrical

Westwood El (2765) 3A Clock in classroom is not 
working properly.

8/30/13 Classroom 203 Electrical



Westwood El (2765) 3A Exit light is not working 
properly. Partially lit.

9/6/13 Hallway/Corridor First Avenue close to SBE 
office

Electrical

Westwood El (2765) 3A Light over canopy is not 
working.

9/18/13 Grounds outside front Electrical

Westwood El (2765) 3A LIGHT SWITCH REAR OF 
CAFE-DAMAGED-NOT 
ABLE TO TURN ON 
LIGHTS PER SBE-PLANT 
MGR SMITH 416-8020 
KLR

9/30/13 Electrical

Westwood El (2765) 3A Master clock is not 
working. School schedules 
are off.

10/17/13 1st Floor main office Electrical

Westwood El (2765) 3A PLANT MANAGER 
REPORTED THIS 
MORING THAT FIRE 
DOORS ARE 
INORPARABLE DUE TO 
FIRE ALARM TROUBLE

10/17/13 Electrical

Westwood El (2765) 3A llight blown 10/25/13 Hallway/Corridor 2  story Electrical

Westwood El (2765) 3A Need 3 boxes of t8 lamps 11/1/13 Electrical

Westwood El (2765) 3A Clocks did not reset at 
proper time, principal 
request to have clocks set 
to correct time through-out 
the building.

11/5/13 1st and 2nd floor Electrical

Westwood El (2765) 3A Replace ballast in light 
fixture.

11/6/13 Restroom (Girls) 2nd flr by library Electrical



Westwood El (2765) 3A Exhaust fan will not come 
on.

11/6/13 Restroom (Girls) by 118 Electrical

Westwood El (2765) 3A Replace ballast in light 
fixture.

11/6/13 Classroom 208 Electrical

Westwood El (2765) 3A Replace ballast in hallway 
lamp fixture close to stairs.

11/8/13 2nd Floor by 230 Electrical

Westwood El (2765) 3A Need 6 cases of t12 
lamps. Need balast 
replace in girl's restroom 
and staircase on 1st floor 
by sbe office.

11/14/13 1st Floor 101 Electrical

Westwood El (2765) 3A Replace ballast in kitchen 
light fixture over steam 
table and otside kitchen 
entrance.

12/4/13 Kitchen steam table/outside 
balcony

Electrical

Westwood El (2765) 3A Replace burn out lamps in 
ceiling light fixtures. (will 
need a lift due to the 
height)

12/5/13 Cafeteria Electrical

Westwood El (2765) 3A NO POWER TO CAFE 
STAGE 
PLANT MGR-
SMITH/416.8020

12/10/13 Electrical

Westwood El (2765) 3A Ballast needs replacing in 
light fixture on wall in 
staircase.

12/18/13 Hallway/Corridor by 230 Electrical

Westwood El (2765) 3A Replace ballast in light 
fixture in ceiling.

12/19/13 Cafeteria Electrical



Westwood El (2765) 3A school has no power per 
Ms. Smith 416-9430

12/23/13 Electrical

Westwood El (2765) 3A HEAT KITCHEN AREA-
NOT COMING ON-PLANT 
MGR WATKINS 416-8020 
KLR

1/6/14 Electrical

Westwood El (2765) 3A Bad Ballast Lights out in 
classroom #217

1/7/14 Classroom 217 Electrical

Westwood El (2765) 3A Bad Ballast Lights out in 
classroom #214

1/7/14 Classroom 214 Electrical

Westwood El (2765) 3A Bad Ballast Lights out in 
classroom #107

1/7/14 Classroom 107 Electrical

Westwood El (2765) 3A Bad ballast in staircase 
next to teacher lounge# 
116 , you will need a lift. 

1/7/14 Stairway Electrical

Westwood El (2765) 3A Clock is not working 
properly, time is not 
correct.

1/8/14 Hallway/Corridor 1st floor in front of main 
office

Electrical

Westwood El (2765) 3A Per principal clocks in 
entire school have 
different time, especially in 
hallways. 

1/10/14 Hallway/Corridor 1st & 2nd floor Electrical

Westwood El (2765) 3A Replace ballast in 
classrooms and staircase 
by 107.

1/10/14 Classroom 107,214,217 Electrical



Westwood El (2765) 3A Outside security lights are 
not working properly.

1/15/14 Grounds front parking lot side Electrical

Westwood El (2765) 3A LIGHTS HAVE NO 
POWER ON SERVING 
LINE 
PLANT MGR-
SMITH/416.8020

1/16/14 Electrical

Westwood El (2765) 3A Ceiling fan is not coming 
on.

9/26/13 Cafeteria Electrical

Westwood El (2765) 3A Monthly - Filter-Westwood 
Elementary - Refer to PM 
schedule details.

4/11/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A UV RM 205-LEAKING OIL-
PLANT MGR WATKINS 
416-8020 KLR

4/22/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A per watkins 416-8020 
chiller and pumps are 
down

5/12/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A ALL HVAC SYSTEM AND 
ALL PUMPS-HAVE NO 
POWER-PLANT MGR 
WATKINS 416-8020 KLR

5/13/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A BOILER MECH RM-NOT 
HEATING-AFFECTS 
ENTIRE BLDG-PLANT 
MGR WATKINS 416-8020 
KLR

2/24/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A per mr watkins 864-1009 
room 101 is overheating

2/26/14 Heating/Ventilation /Air 
Conditioning



Westwood El (2765) 3A UV ARE LEAKING OIL IN 
RM-123,112
PLANT MGR-
WATKINS/416.1009

3/20/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A 4-UV NOT HEATING IN 
RM-201,204,217,215
PLANT MGR-
SMITH/416.8020

1/24/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A Unit Ventilators in Rooms 
101, 102, 103, 107, and 
109 are NOT HEATING 
per Ms. Smith, Plant Mgr. 
416.9430

1/24/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A UV TEACHER'S 
CONFERENCE RM-NOT 
HEATING-PLANT MGR 
SMITH 416-8000 KLR

1/29/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A HEAT KITCHEN AREA-
NOT HEATING-PLANT 
MGR SMITH 416-9030 
KLR

1/29/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A UV NOT HEATING IN RM-
101
PLANT MGR-
SMITH/416.8020

1/30/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A Monthly - Oil Lube & Belt-
Westwood Elem - Refer to 
PM schedule details.

2/4/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A per ms smith 416-8090 
cafeteria is not heating

2/4/14 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A UV NOT COOLING IN RM-
212(112).
SBE-MCFARLAND/416-
8020

7/1/13 Heating/Ventilation /Air 
Conditioning



Westwood El (2765) 3A Monthly - Oil Lube & Belt-
Westwood Elem - Refer to 
PM schedule details.

7/2/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A UNIT IN RM 116 IS NOT 
COOLING.S BE WATKINS 
416-8020

7/10/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A Chiller not working per 
watkins 416-8020

7/30/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A UV-B 2ND FLR RM 208, 
UV-A 2ND FLR RM 230, 
UV-A 2ND FLR RM 227, 
UV-A 2ND FLR RM 203, 
UV-A 2ND FLR RM 204, & 
UV-A 2ND FLR RM 201-
ALL NOT COOLING-SBE 
SMITH 416-8020 KLR

8/6/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A Monthly - Filter-Westwood 
Elementary - Refer to PM 
schedule details.

8/9/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A UNIT NOT COOLING IN 
MAIN OFFICE(070), 
TEACHERS' LOUNGE 
(068) .
PLANT MGR-
SMITH/416.8020

8/12/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A UV OVER COOLING IN 
RM-101(066)
PLANT MGR-
SMITH/416.8020

8/13/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A 3-UV NOT COOLING IN 
RM-110(063) RM-116(073) 
RM-204(104) 
PLANT MGR-
SMITH/416.8020

8/13/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A UV OVER COOLING IN 
RM-123(080)
PLANT MGR-
SMITH/416.8020

8/14/13 Heating/Ventilation /Air 
Conditioning



Westwood El (2765) 3A 2-UV NOT COOLING IN 
RM-101,116
PLANT MGR-
SMITH/416.8020

8/21/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A Rooms 101, 102, 103, 108 
are freezing (too cold) per 
Ms. Smith 416-8020

8/26/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A A/C WINDOW UNIT MAIN 
OFC-NOT COMING ON-
PLANT MGR SMITH 416-
8020 KLR

8/29/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A BOTH BOILERS ARE 
NOT HEATING PER SBE-
PLANT MGR SMITH 416-
8020 KLR

10/24/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A HEAT RM 112-
OVERHEATING-TEMP IS 
86 PER SBE-PLANT MGR 
SMITH 416-8020 KLR

10/29/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A BOILER-NOT HEATING-
PLANT MGR SMITH 416-
8020 KLR

11/8/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A 3-UV NOT HEATING IN 
RM-224,230,110.
PLANT MGR-
SMITH/416.8020

11/12/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A no heat in rooms 227, 125, 
124 per ms smith 416-
9430

11/12/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A UNIT VENT - RM 122, 
123, 124, 125 - ALL ARE 
BLOWING NOT 
HEATING, PM/SMITH 416-
8000

11/13/13 Heating/Ventilation /Air 
Conditioning



Westwood El (2765) 3A HEAT RM 107-
OVERHEATING, TEMP IS 
90 PER SBE-PLANT MGR 
SMITH 416-8020 KLR

11/14/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A 3-UV ARE 
OVERHEATING (90)IN 
RM-207,212,107.
PLANT MGR-
SMITH/416.8020

11/26/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A 4-UV ARE 
OVERHEATING (90)IN 
RM-210,208,206,204
PLANT MGR-
SMITH/416.8020

11/26/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A Monthly - Filter-Westwood 
Elementary - Refer to PM 
schedule details.

12/6/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A per ms smith 416-8020 
rooms 215, 203, 107, 108, 
110, 207 are blowing too 
hot and room 107 is 
blowing cold air

12/9/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A Yearly - Oil Samples - 
Westwood Elementary - 
Refer to PM schedule 
details.

9/20/13 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A Aiir is not working in the 
following classrooms:
109 (169-064)
116 (169-073)
119 (169-076)

7/23/13 Classroom 109,116,119 Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A Returns in cafeteria are 
stopped up , no air can get 
thru.

2/11/14 Cafeteria Heating/Ventilation /Air 
Conditioning

Westwood El (2765) 3A The drain cover under the 
serving line is broken .

9/20/13 Cafeteria Serving line Plumbing



Westwood El (2765) 3A per ms smith 416-8090 the 
steam table pipes 
underneath are making a 
hissing sound

2/7/14 Plumbing

Westwood El (2765) 3A STEAM TABLE NEEDS 
TO BE LIT.
PLANT MGR-
SMITH/416.8020

2/10/14 Plumbing

Westwood El (2765) 3A        back flow test 4/22/14 Plumbing

Westwood El (2765) 3A The last sink faucet is 
leaking and striped out in 
GRR across from room 
#106. room 

4/22/14 Restroom (Girls) Plumbing

Westwood El (2765) 3A Faucet is leaking on hand 
sink next to room#206. 

4/30/14 Hallway/Corridor Plumbing

Westwood El (2765) 3A The hand sink is loose on 
the wall in GRR across 
from room # 203 . 

4/30/14 Restroom (Girls) Plumbing

Westwood El (2765) 3A The faucet handle is 
missing on hand sink 
across from the teacher 
work area #111. 

5/9/14 Hallway/Corridor Plumbing

Westwood El (2765) 3A SINK - TCHR'S LOUNGE 
RR - HANGING OFF 
WALL - PM/WATKINS 416-
8020

5/9/14 Plumbing

Westwood El (2765) 3A A/C WALL UNIT 
ELEVATOR RM-LEAKING-
PLANT MGR WATKINS 
416-8020 KLR

5/21/14 Plumbing



Westwood El (2765) 3A A/C RM 205-LEAKING-
PLANT MGR WATKINS 
416-8020 KLR

6/16/14 Plumbing

Westwood El (2765) 3A The water spigot is leaking 
outside of the broiler room 
door in back of gym. 

6/20/14 Gym Plumbing

Westwood El (2765) 3A per ms smith 416-8090 
there is a faucet that came 
loose in the hall main floor 
and water is running 
cannot shut off

2/12/14 Plumbing

Westwood El (2765) 3A Water cut off to wash sink 
missing. Cannot shut 
water off during an 
emergency. Same is true 
for 1st floor wash sinks.

2/13/14 1st Floor hallway wash sinks Plumbing

Westwood El (2765) 3A Toilet is not working 
properly when flush 
causing an unsafe 
condition.

2/13/14 Restroom (Girls) 2nd flr by 203 Plumbing

Westwood El (2765) 3A PIPE LINE IS LEAKING 
WATER , BOILER PUMP 
IS LEAKING WATER, & 
EXPANDING VALVE IS 
LEAKING IN BOILER RM
PLANT MGR-
WATKINS/416.8020

2/21/14 Plumbing

Westwood El (2765) 3A STEAMTABLE SERVING 
LINE AREA-PILOT NEED 
TO BE LIT-PLANT MGR 
WATKINS 416-8020 KLR

2/24/14 Plumbing

Westwood El (2765) 3A STEAM TABLE NEEDS 
TO BE LIT
PLANT MGR-
WATKINS/416.8020

2/25/14 Plumbing

Westwood El (2765) 3A Faucet is leaking on hand 
sink next to room#103. 

2/28/14 Hallway/Corridor Plumbing



Westwood El (2765) 3A Faucet is leaking on hand 
sink next to room#218. 

2/28/14 Hallway/Corridor Plumbing

Westwood El (2765) 3A Faucet is leaking on hand 
sink next to room#121.

2/28/14 Hallway/Corridor Plumbing

Westwood El (2765) 3A 2-UV ARE LEAKING OIL 
IN RM-102,123.
PLANT MGR-
WATKINS/416.8020

3/19/14 Plumbing

Westwood El (2765) 3A  The water fountains in the 
cafetorium is leaking . 

3/20/14 Cafetorium Plumbing

Westwood El (2765) 3A DRAIN PIPE IS LEAKING 
WATER 2-COM SINK
PLANT MGR-
WATKINS/416.8020

3/24/14 Plumbing

Westwood El (2765) 3A UV IS LEAKING WATER 
IN RM-105
PLANT MGR-
WATKINS/416.8000

3/28/14 Plumbing

Westwood El (2765) 3A          backflow test 4/4/14 Plumbing

Westwood El (2765) 3A GREASE TRAP is FULL 
per Mr. Watkins, Plant Mgr. 
416.8020

4/7/14 Plumbing

Westwood El (2765) 3A Faucet stem is leaking  
and missing a handle on 
hand sink across from 
room#113. 

4/10/14 Hallway/Corridor Plumbing



Westwood El (2765) 3A FLR DRAINS ARE 
STOPPED UP IN 
KITCHEN
PLANT MGR-
SMITH/416.8000

1/27/14 Plumbing

Westwood El (2765) 3A Per Ms. Smith 416-8000 
pilot light on steamer has 
gone out 

1/30/14 Plumbing

Westwood El (2765) 3A PILOT NEEDS TO BE LIT 
ON SERVING LINE
PLANR MGR-
SMITH/416.8020

1/31/14 Plumbing

Westwood El (2765) 3A per ms smith 416-8090 the 
pilot light on steam table 
has gone out

2/3/14 Plumbing

Westwood El (2765) 3A            back flow test. 7/8/13 Plumbing

Westwood El (2765) 3A            back flow test. 7/8/13 Plumbing

Westwood El (2765) 3A FCU IS LEAKING WATER 
IN RM-201(101).
SBE-WHITE/416-0020

7/22/13 Plumbing

Westwood El (2765) 3A       back flow test 7/24/13 Plumbing

Westwood El (2765) 3A UV IS LEAKING WATER 
IN RM-207(107)
PLANT MGR-
WATKINS/416-8020

7/30/13 Plumbing



Westwood El (2765) 3A Gas smell in kitchen 
around the stove area per 
Mr. Watkins, Plant Mgr at 
901.416.8020.

8/1/13 Plumbing

Westwood El (2765) 3A UNIT IN THE LIBRARY IS 
LEAKING. SBE WATKINS 
416-8020

8/2/13 Plumbing

Westwood El (2765) 3A Middle faucet is dripping 
badly.

8/6/13 Hallway/Corridor 2nd floor Plumbing

Westwood El (2765) 3A UV-A 1ST FLR RM 123-
CONDENSATION 
LEAKING IN RM-SBE 
SMITH 416-8020 KLR

8/6/13 Plumbing

Westwood El (2765) 3A The urinal flush valve is 
running in the BRR on the 
2nd floor across from room 
210

8/8/13 Restroom (Boys) Plumbing

Westwood El (2765) 3A Flush valve is not working 
properly causing continous 
flushing of urinal which is 
creating an unsafe 
condition.

8/9/13 Restroom (Boys) 2nd floor Plumbing

Westwood El (2765) 3A           back flow test 8/16/13 Plumbing

Westwood El (2765) 3A kitchen sink is leaking from 
underneath per Ms. Smith 
416-8000

8/16/13 Plumbing

Westwood El (2765) 3A UV RM 225-LEAKING & 
HAS FLOODED PER 
MGR-PLANT MGR SMITH 
416-8020 KLR

8/22/13 Plumbing



Westwood El (2765) 3A 2-UV ARE LEAKING 
WATER IN RM-123,226
PLANT MGR-
SMITH/416.8020

8/22/13 Plumbing

Westwood El (2765) 3A UV IS LEAKING IN 1ST 
SOUTH-END HALL
PLANT MGR-
SMITH/416.8020

8/26/13 Plumbing

Westwood El (2765) 3A DOMESTIC WATER 
PUMP MECH RM-
LEAKING-PLANT MGR 
SMITH 416-8020 KLR

8/29/13 Plumbing

Westwood El (2765) 3A Handle to faucets has 
come loose in such a way 
as to cause an interupt in 
the school program.

9/9/13 Hallway/Corridor by classroom 2 & 118 Plumbing

Westwood El (2765) 3A Drain stopped up in the 
Boy's RR on the 2nd floor 
by RM 218 per Ms. Smith, 
Plant Mgr. 901.416.8020.

9/10/13 Plumbing

Westwood El (2765) 3A UV IS LEAKING WATER 
IN RM-210
PLANT MGR-
SMITH/416.8020

9/10/13 Plumbing

Westwood El (2765) 3A Urinal stopped up. 9/11/13 Restroom (Boys) 1st floor Plumbing

Westwood El (2765) 3A PILOT NEEDS TO BE LIT 
ON 2-STOVES
PLANT MGR-
SMITH/416.8020

9/17/13 Plumbing

Westwood El (2765) 3A UV LIBRARY-LEAKING-
PLANT MGR SMITH 416-
8020 KLR

10/1/13 Plumbing



Westwood El (2765) 3A SEWER GAS SMELL 
COMING FROM DRAINS 
ON 2ND FLR-PLANT 
MGR SMITH 416-8000 
KLR

10/3/13 Plumbing

Westwood El (2765) 3A UV RM 107-LEAKING-
PLANT MGR SMITH 416-
8020 KLR

10/4/13 Plumbing

Westwood El (2765) 3A Perform smoke test. 10/4/13 Plumbing

Westwood El (2765) 3A smoke test sewer 10/14/13 Plumbing

Westwood El (2765) 3A overhead pipes leaking in 
bookroom.

10/17/13 1st Floor bookroom across from 
office

Plumbing

Westwood El (2765) 3A Handicapp toilet handle 
has broken and need 
replacing.

11/1/13 Restroom (Boys) 2nd floor by 208 Plumbing

Westwood El (2765) 3A Toilet stopped up waste 
will not clear with plung.

11/6/13 Restroom (Boys) 2nd floor by ISS Plumbing

Westwood El (2765) 3A Toilet will not flush. 11/6/13 Restroom (Boys) 2nd floor Plumbing

Westwood El (2765) 3A Toilet is leaking from flush 
valve.

11/6/13 Restroom (Boys) by main office 1st floor Plumbing



Westwood El (2765) 3A in the custodial closet the 
hot water will not turn off 
per Ms. Smith 416-9430

11/7/13 Plumbing

Westwood El (2765) 3A UV in room 103 is leaking 
onto desk per Ms. Smith 
416-8020

12/3/13 Plumbing

Westwood El (2765) 3A per Ms. Smith 416-8020 in 
the boiler room the pipes 
in the middle of the room 
are leaking 

12/3/13 Plumbing

Westwood El (2765) 3A      repair system for winter 12/3/13 Plumbing

Westwood El (2765) 3A STEAM TABLE NEEDS 
TO BE LIT 
PLANT MGR-
SMITH/416.8020

12/4/13 Plumbing

Westwood El (2765) 3A STEAMTABLE KITCHEN 
AREA-PILOT NEED TO 
BE LIT-WILL NEED FOR 
LUNCH-PLANT MGR 
SMITH 416-8020 KLR

12/10/13 Plumbing

Westwood El (2765) 3A GAS SMELL IN KITCHEN
PLANT MGR-
SMITH/416.8020

1/16/14 Plumbing

Westwood El (2765) 3A roof leak in center of 
cafeteria per Ms smith 416-
8090

2/4/14 Roof

Westwood El (2765) 3A There is a roof leak in the 
classroom. #219

7/30/13 Classroom Roof



Westwood El (2765) 3A Roof leak needs patching 
so insulation can be 
replaced and ceiling tiles 
installed.

12/17/13 Classroom 219 Roof

Westwood El (2765) 3A there is a loose piece of 
metal on the serving line 
per Ms. Smith 416-9480

9/27/13 Sheet Metal



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Westwood Sr (2770) 3A 12 79 121 46 12 56 7 6 339
Grand Total 12 79 121 46 12 56 7 6 339



Location Request Description Submittal Date Area Description Area Number Craft
Westwood Sr (2770) 3A Per principal Ike White 

please remove torn, 
deteriorated rubber floor 
and install new flooring. 
There are many torn spots 
causing an unsafe 
condition which limits the 
use of this area.

1/17/14 Gym practice gym Asbestos

Westwood Sr (2770) 3A Repair, reglaze, replace 
old non-energy efficient, 
deteriorated windows 
surrounding school. Most 
windows are discolored 
and faded creating an 
unsafe condition.

1/21/14 Grounds 1st & 2nd floor Asbestos

Westwood Sr (2770) 3A Repair damaged and 
missing floor tiles.

9/18/13 Classroom 1st floor room 101 Asbestos

Westwood Sr (2770) 3A Replace and treat this 
area for mold.

10/3/13 Annex vocational building Asbestos

Westwood Sr (2770) 3A Replace insulation on 
pipes in ceiling.

10/15/13 Hallway/Corridor 1st floor by 103 Asbestos

Westwood Sr (2770) 3A Walls are slick, water 
damaged when chiller was 
not working.  condensation 
has propably cause an 
unsafe condition for the 
people using this area.

8/30/13 Annex Voc 7 and hallway Asbestos

Westwood Sr (2770) 3A Assistant Principal request 
for carpet to be removed 
and replace with stock tile. 
Carpet is creating an 
unsafe condition.

1/16/14 Administration Area Disciplinary Office Asbestos

Westwood Sr (2770) 3A Resurface main gym floor 
and repair hole in floor.

11/5/13 Gym main gym Asbestos



Westwood Sr (2770) 3A Remove and replace  floor 
tiles in hallway.

11/21/13 Annex hallway floor Asbestos

Westwood Sr (2770) 3A Replace floor tile in this 
area due to area is used 
by people servicing the 
school. (hall monitor, 
security, state system etc)

11/21/13 Mechanical Room 1st floor by main office Asbestos

Westwood Sr (2770) 3A Repair damage vinyl floor 
tile . 117 

5/5/14 Classroom 117 Asbestos

Westwood Sr (2770) 3A Repair damage vinyl floor 
tile . 204

5/15/14 Classroom Asbestos

Westwood Sr (2770) 3A Please repair broken door 
closure on door across 
from BRR on 2nd floor.

5/22/14 Hallway/Corridor Carpentry

Westwood Sr (2770) 3A The window pane is 
broken in classroom #204.

5/29/14 Classroom Carpentry

Westwood Sr (2770) 3A Fence around blue annex 
building is damaged in 
such a way as to create a 
security problem.

9/6/13 Grounds blue annex building Carpentry

Westwood Sr (2770) 3A Door closure is damaged 
in such a way as to 
prevent securing the gym.
Back, outside weight room 
door lock is not working 
key will not lock door.

9/13/13 Gym front lobby Carpentry

Westwood Sr (2770) 3A Soil tile needs replacing 
over steps.

9/18/13 2nd Floor staircase by 216 Carpentry



Westwood Sr (2770) 3A Door closure is damaged 
in such a way door cannot 
be secured properly.
Wood floor is damaged in 
such a way as to cause 
harm to people using this 
area. (located by laundry 
room door)

9/23/13 Gym main gym Carpentry

Westwood Sr (2770) 3A Door closure is damaged 
in such a way as to 
prevent properly closing.

9/25/13 Classroom  216 Carpentry

Westwood Sr (2770) 3A ENTRANCE DOOR CAFE-
HARDWARE HANGING 
OUT OF DOOR & (2) 
FRONT ENTRANCE 
DOORS-NOT CATCHING-
WON'T BE ABLE TO 
SECURE BLDG-PLANT 
MGR SMITH 416-8020 

10/3/13 Carpentry

Westwood Sr (2770) 3A Tile floor is damaged in 
such a way as to cause an 
unsafe condition.
Classroom door is 
jamming unsafe for sped 
students.

8/21/13 Classroom voc1 Carpentry

Westwood Sr (2770) 3A Due to the termite 
damaged in the ROTC 
building wood shelves are 
damaged in such a way as 
to need replacing.

8/23/13 Annex ROTC bldg Carpentry

Westwood Sr (2770) 3A GYM DOOR HAS CAME 
OFF HINGES
PLANT MGR-
SMITH/416.8000

8/29/13 Carpentry

Westwood Sr (2770) 3A Front entrance door are 
not working properly. Panic 
bar needs securing; right 
inside door closure broke; 
missing door handle on 
football entrance inside 
door.

7/18/13 Gym Carpentry

Westwood Sr (2770) 3A Classroom window is 
broken in such a way as to 
cause an unsafe condition.

7/26/13 Classroom 220 Carpentry

Westwood Sr (2770) 3A Panels to science labs are 
damaged in such a way 
new screws are needed to 
properly mount doors to 
cover pipes and water 
lines.

7/30/13 Classroom 128 Carpentry



Westwood Sr (2770) 3A Blinds in this office is 
damaged in such a way as 
to cause an eye sore. 
Facilitator would perfer 
shades at window. Need 
brackets to be mounted 
per window. 

8/1/13 Administration Area facilitator 102 Carpentry

Westwood Sr (2770) 3A 1ST FLR ENTRANCE 
DOOR-CATCH BROKEN, 
WON'T BE ABLE TO 
SECURE-SBE SMITH 416-
8000 KLR

8/1/13 Carpentry

Westwood Sr (2770) 3A Handrail is loose in such a 
way as to possible create 
an unsafe condition.

8/13/13 Grounds playground area Carpentry

Westwood Sr (2770) 3A Ceiling tiles are sagging, 
deteriorate in such a way 
as to damage the image of 
the school.

1/21/14 Hallway/Corridor 1st 2nd floor Carpentry

Westwood Sr (2770) 3A Door closure has come 
loose in such a way as to 
prevent door from securely 
closing which could create 
an unsafe condition.

1/27/14 1st Floor front lobby door Carpentry

Westwood Sr (2770) 3A  FRONT ENTRY DOOR, 
CANT SECURE
PLANT MGR-
SMITH/416.8020

1/29/14 Carpentry

Westwood Sr (2770) 3A Door lock is not working 
properly, door will open 
while lock. Test materials 
are kept in this location.

1/29/14 Administration Area guidance 1st floor near 
main office

Carpentry

Westwood Sr (2770) 3A per Ms smith 416-8000 
outside exit door 
vocational building will not 
close

2/7/14 Carpentry

Westwood Sr (2770) 3A Column procters have 
come loose from column 
which could create an 
unsafe condition.

1/9/14 Hallway/Corridor band hallway Carpentry



Westwood Sr (2770) 3A Replace four side 
basketball goals in gym.

1/9/14 Gym Carpentry

Westwood Sr (2770) 3A The stall door is broken in 
the GRR locker room 
restroom. 

1/11/14 Gym Carpentry

Westwood Sr (2770) 3A Repair or replace doors 
due to many bullet holes.

1/15/14 1st Floor stage storage room doors Carpentry

Westwood Sr (2770) 3A Doors have deteriorate in 
such a way as to create an 
unsafe condition and 
damage to the building.

1/15/14 Mechanical Room Boiler room doors Carpentry

Westwood Sr (2770) 3A Please mount door kicks 
on doors.

10/16/13 1st Floor main office, attendance, 
auditorium

Carpentry

Westwood Sr (2770) 3A Replace fallen handrail in 
staircase.

10/24/13 Hallway/Corridor 1st floor by 112 Carpentry

Westwood Sr (2770) 3A FRONT DOOR CANT 
SECURE.  
PLANT MGR-
SMITH/416.8000

10/25/13 Carpentry

Westwood Sr (2770) 3A Door latch is not working 
properly. Doors are not 
latching after closing. 
Door bar on front of 
vocational building is 
loose.

10/30/13 Hallway/Corridor   front lobby doors/back 
entrance doors/voctec 

Carpentry

Westwood Sr (2770) 3A ROTC Bldg the lock on 
restroom door is broken 
and can't open per Ms. 
Smith 416-8000

10/30/13 Carpentry



Westwood Sr (2770) 3A Replace damaged ceiling 
tiles in cafeteria.
(lift needed to reach 
ceiling)

11/21/13 Cafeteria ceiling Carpentry

Westwood Sr (2770) 3A per Ms. Smith 416-8000 
panic bars on the door to 
vocational building and the 
door to the gym are 
hanging off door

12/12/13 Carpentry

Westwood Sr (2770) 3A Stair railing has come 
loose in such a way as to 
create an unsafe 
condition.

1/3/14 Stairway 1st floor by 127 Carpentry

Westwood Sr (2770) 3A door holder has come 
apart in such a way as to 
cause fire door not to 
close properly.

1/6/14 Stairway 2nd floor double doors Carpentry

Westwood Sr (2770) 3A LOCK - 2ND FLR 
HALLWAY DR - HAS 
SOMETHING STUCK IN 
IT- NEED DR OPEN TO 
TURN ON UNIT  
PM/SMITH 416-8000

1/7/14 Carpentry

Westwood Sr (2770) 3A The roof is leaking causing 
damage to the hardwood 
floor in the gym.(Repair 
floor after roofer fix leaks)

2/26/14 Gym Carpentry

Westwood Sr (2770) 3A The door knob is broken 
on classroom door #114

2/26/14 Classroom 114 Carpentry

Westwood Sr (2770) 3A The counter top laminate 
is loose in the guidance 
office.

2/27/14 guidance office Carpentry

Westwood Sr (2770) 3A The office door is sagging 
to the room between #111 
and 113. 

5/30/14 Administration Area Carpentry



Westwood Sr (2770) 3A The strike is missing on 
the door next to the office.

6/5/14 Administration Area Carpentry

Westwood Sr (2770) 3A Please repair broken door 
closure on door next to 
office.

6/5/14 Administration Area Carpentry

Westwood Sr (2770) 3A Repair chain link fence in 
back of gym across from 
the boiler room. 

6/26/14 Carpentry

Westwood Sr (2770) 3A Per Principal Ike White 
please have new ceiling 
tiles install in main office 
and principal office.

1/17/14 Administration Area main office 1st floor Carpentry

Westwood Sr (2770) 3A The stair rail is loose on 
the stairs located next to 
room 119. 

4/30/14 Stairway Carpentry

Westwood Sr (2770) 3A Replace broken door 
closure in staircase next to 
room # 208

5/5/14 Stairway Carpentry

Westwood Sr (2770) 3A The panic bars are 
damage on the doors to 
the outside entrance of the 
gym please replace.

5/6/14 Gym Carpentry

Westwood Sr (2770) 3A Please repair locker # 653 
it is across from room#213 
. The hinge is broken on 
the door.  

5/9/14 Hallway/Corridor Carpentry

Westwood Sr (2770) 3A Please repair locker # 494 
it is next to room#219 . 
The door is missing. 

5/9/14 Hallway/Corridor Carpentry



Westwood Sr (2770) 3A Please repair locker # 510 
it is next to room#221 . 
The door is missing. 

5/9/14 Hallway/Corridor Carpentry

Westwood Sr (2770) 3A Please repair broken door 
closure on door across 
from elevator on 2nd floor.

5/9/14 Stairway Carpentry

Westwood Sr (2770) 3A Repair bulletin board on 
wall in classroom #210. 

5/14/14 Classroom 210 Carpentry

Westwood Sr (2770) 3A The classrom door is 
sagging to room #201.

5/14/14 Classroom 201 Carpentry

Westwood Sr (2770) 3A Repair broken handle on 
window in library. 

5/14/14 Library Carpentry

Westwood Sr (2770) 3A The office door is sagging 
to the room between #111 
and 113. 

5/19/14 Administration Area Carpentry

Westwood Sr (2770) 3A Install bulletin board(4X8) 
on wall in classroom #205.

5/19/14 Classroom Carpentry

Westwood Sr (2770) 3A The door swing door at the 
end of the counter is 
broken.

5/20/14 Administration Area Carpentry

Westwood Sr (2770) 3A Repair damage vinyl floor 
tile . 108

3/21/14 Classroom 108 Carpentry



Westwood Sr (2770) 3A The panic bar is damage 
on the door to the outside 
entrance to the classroom 
# 1.

3/21/14 Classroom Vo-Tec #1 Carpentry

Westwood Sr (2770) 3A The panic bar is damage 
on the door to the gym. It 
is the outside entrance. 

3/21/14 Gym Carpentry

Westwood Sr (2770) 3A Repair damage vinyl floor 
tile . 218 

3/25/14 Classroom 218 Carpentry

Westwood Sr (2770) 3A Repair damage vinyl floor 
tile . 217 

3/25/14 Classroom 217 Carpentry

Westwood Sr (2770) 3A Repair damage vinyl floor 
tile . 117 

3/25/14 Classroom 117 Carpentry

Westwood Sr (2770) 3A The strike is missing on 
classroom door .218

3/25/14 Classroom 218 Carpentry

Westwood Sr (2770) 3A The window pane is 
broken in classroom #123.

3/25/14 Classroom 123 Carpentry

Westwood Sr (2770) 3A Replace old worn out 
chaulk board with white 
board in classroom #117 

4/7/14 Classroom 117 Carpentry

Westwood Sr (2770) 3A Replace broken door 
closure on gym door. 

4/10/14 Gym Carpentry



Westwood Sr (2770) 3A Install a pull handle on the 
RR door in ROTC building.

4/11/14 Carpentry

Westwood Sr (2770) 3A Repair damage vinyl floor 
tile . Classroom #117

4/22/14 Classroom 117 Carpentry

Westwood Sr (2770) 3A Repair damage vinyl floor 
tile . Classroom #204

4/22/14 Classroom 204 Carpentry

Westwood Sr (2770) 3A Repair damage vinyl floor 
tile . Classroom #225

4/22/14 Classroom 225 Carpentry

Westwood Sr (2770) 3A Replace broken door 
closure .219

4/22/14 Classroom 219 Carpentry

Westwood Sr (2770) 3A Replace broken door 
closure .221

4/22/14 Classroom 221 Carpentry

Westwood Sr (2770) 3A Replace broken door 
closure .216

4/22/14 Classroom 216 Carpentry

Westwood Sr (2770) 3A Replace broken door 
closure .224

4/22/14 Classroom 224 Carpentry

Westwood Sr (2770) 3A Replace broken door 
closure .226

4/22/14 Classroom 226 Carpentry



Westwood Sr (2770) 3A The window pane is 
broken in hallway on 2nd 
flloor next to room # 202.

4/24/14 Hallway/Corridor Carpentry

Westwood Sr (2770) 3A Computer table has come 
loose in such a way as to 
cause damage to the 
computers. We are having 
a districit meeting at this 
location could this be fixed 
asap.

10/16/13 Classroom 119 Carpentry

Westwood Sr (2770) 3A Please replace light bulbs 
in ceiling of the courtyard 
you will need a lift . 

5/29/14 Courtyard Electrical

Westwood Sr (2770) 3A Bad Ballast (2) Lights out 
in Boy's lockeroom in gym.

5/29/14 Gym Electrical

Westwood Sr (2770) 3A LIGHTS NOT COMING 
ON IN GYM LOCKER 
RMS-PLANT MGR SMITH 
416-8000 KLR

9/6/13 Electrical

Westwood Sr (2770) 3A Covers are needed for 
expose wiring inside gym 
boiler room.

9/6/13 Gym boiler room Electrical

Westwood Sr (2770) 3A Replace ballast in light 
fixtures in listed areas.

9/10/13 1st Floor by 118 & band hallway & 
cafeteria        

Electrical

Westwood Sr (2770) 3A replace ballast in light 
fixtures listed above.

9/10/13 1st Floor by 118 & band hallway & 
cafeteria        

Electrical

Westwood Sr (2770) 3A Cover needed for expose 
wires on ticket booth wall.

9/13/13 Gym by ticket booth front lobby Electrical



Westwood Sr (2770) 3A band hallway ID#170042 
and 170043 units not 
working per Ms. Smith 416-
8000

9/13/13 Electrical

Westwood Sr (2770) 3A Clock is not working. 9/26/13 1st Floor by main office Electrical

Westwood Sr (2770) 3A clock is not working 9/26/13 1st Floor by elevator Electrical

Westwood Sr (2770) 3A clock is not working 9/26/13 2nd Floor by elevator Electrical

Westwood Sr (2770) 3A Clocks are not working. 9/27/13 1st Floor hallway by 118 & 114 Electrical

Westwood Sr (2770) 3A clock is not working. 9/30/13 2nd Floor hallway by 204 Electrical

Westwood Sr (2770) 3A Replace ballast in light 
fixture.

10/11/13 Mechanical Room 1st floor by cafeteria Electrical

Westwood Sr (2770) 3A Replace ballast in girl's 
restroom.

8/20/13 Restroom (Girls) vocational bldg Electrical

Westwood Sr (2770) 3A Need lamps for 
classrooms, hallways, 
restrooms t8

8/20/13 Restroom (Boys) teacher's men restroom Electrical



Westwood Sr (2770) 3A COOLING TOWER IS 
MAKING NOISE
PLANT MGR-
SMITH/416.8000

8/29/13 Electrical

Westwood Sr (2770) 3A  Fire doors on 2nd floor did 
not close properly 
double doors to library, 
double doors by elevator, 
double doors by boys 
restroom.

8/30/13 2nd Floor hallway Electrical

Westwood Sr (2770) 3A Exit llight is not working 
properly, need new lamp.

9/5/13 1st Floor  hallway by 116 Electrical

Westwood Sr (2770) 3A Cover is needed for outlet 
on the outside wall by 
kitchen door.

9/5/13 Grounds boiler room Electrical

Westwood Sr (2770) 3A Wires on building has 
come loose in sucha way 
as to possible create an 
unsafe condition.

7/18/13 Grounds back parking lot entrance Electrical

Westwood Sr (2770) 3A No lights in the listed 
classrooms.

7/29/13 Classroom 219,221 Electrical

Westwood Sr (2770) 3A 3-FCU NOT COMING ON 
IN RM-206,208,117 
(061,090,016)
PLANT MGR-SMITH/416-
8000

7/30/13 Electrical

Westwood Sr (2770) 3A AHU THAT CONTROLS 
THE BAND HALLWAY IS 
NOT COMING ON. SBE 
SMITH 416-8000

7/31/13 Electrical

Westwood Sr (2770) 3A Ballasts bad in classroom 
votech1.

8/1/13 Classroom voc1 Electrical



Westwood Sr (2770) 3A Wall socket on back wall is 
damaged in such a way as 
to cause an unsafe 
condition.

8/2/13 Classroom 123 Electrical

Westwood Sr (2770) 3A Plug on water fountain is 
damaged in such a way as 
to cause an unsafe 
condition.

8/2/13 Cafeteria Electrical

Westwood Sr (2770) 3A Cover missing on wall 
socket which could cause 
an unsafe condition.

8/2/13 Cafeteria Electrical

Westwood Sr (2770) 3A Replace ballast in light 
fixture. no lights or 
windows for this location 
which could create an 
unsafe condition.

8/7/13 Restroom (Girls) vocational building Electrical

Westwood Sr (2770) 3A Replace ballast in 
classroom voc3.

8/7/13 Classroom vocational building (3) Electrical

Westwood Sr (2770) 3A Set bells for Westwood 
High, please

8/9/13 Administration Area Electrical

Westwood Sr (2770) 3A FCU 1ST FLR RM 115-
NOT COMING ON-SBE 
SMITH 416-8000 KLR

8/12/13 Electrical

Westwood Sr (2770) 3A Rope on flag pole is 
damage in such a way as 
to prevent flag from being 
raised.

8/19/13 Grounds flag pole/front of school Electrical

Westwood Sr (2770) 3A Covers for electrical wires 
are missing exposing 
electrical wires which 
could create a hazardous 
condition.

1/27/14 Kitchen ceiling Electrical



Westwood Sr (2770) 3A (3)Bad Ballast Lights out in 
classroom 

1/28/14 Classroom 202 Electrical

Westwood Sr (2770) 3A Bad Ballast Lights out in 
classroom 206

1/28/14 Classroom 206 Electrical

Westwood Sr (2770) 3A Need (5 boxex) t8 lamps.
Replace ballast in light 
fixtures.

1/29/14 Classroom 202 Electrical

Westwood Sr (2770) 3A Replace ballast in light 
fixture.

1/9/14 Mechanical Room 1st flr by cafeteria Electrical

Westwood Sr (2770) 3A Door magnet has come 
loose in such a way will 
not hold fire doors.

1/10/14 Stairway double doors 2nd floor by 
223

Electrical

Westwood Sr (2770) 3A Bad ballast in guidance 
lobby area.

1/11/14 guidance lobby Electrical

Westwood Sr (2770) 3A The u shape light bulb are 
needed for the clinic. The 
bulb # is T-8 
FB34/CW/6/EW .Please 
ship six blubs.

1/11/14 Clinic Electrical

Westwood Sr (2770) 3A MAGNET FOR FIRE 
DOOR 2ND FLR BY RM 
223-LOOSE AND 
EXPOSING WIRES-
PLANT MGR SMITH 416-
8000 KLR

1/13/14 Electrical

Westwood Sr (2770) 3A per Mr. Smith 416-8000 
unit not coming on in room 
114

1/14/14 Electrical



Westwood Sr (2770) 3A Pole lamp and library 
security light is out. Need 
lamp replaced asap. 
(thanks)

1/15/14 Parking Lot back between votech & 
cafeteria bldg

Electrical

Westwood Sr (2770) 3A replace ballast in light 
fixture and bring t8 lamps.

1/17/14 Administration Area 108 Electrical

Westwood Sr (2770) 3A per Mr. Ed Hawkins lamps 
need replacing in staircase 
on first floor leading to 
basement due to lamp 
cover need special tool.

10/17/13 Hallway/Corridor stairs leading to basement 
1st flr

Electrical

Westwood Sr (2770) 3A 2-CONDENSER UNITS 
NOT COMING ON IN 
CLINIC.  
PLANT MGR-
SMITH/416.8000

10/25/13 Electrical

Westwood Sr (2770) 3A Replace gym lamps. 11/6/13 Gym Electrical

Westwood Sr (2770) 3A Replace ballast in light 
fixture.

11/8/13 2nd Floor sound booth area Electrical

Westwood Sr (2770) 3A Cable is hanging on 
ground causing an unsafe 
condition.

11/8/13 Grounds back by dumpsters Electrical

Westwood Sr (2770) 3A Please ship some eight 
foot light bulb to replace 
blowen out blubs in gym 
locker room.

11/14/13 Gym Electrical

Westwood Sr (2770) 3A UV NOT COMING ON IN 
RM-125.
PLANT MGR-
SMITH/416.8020

11/26/13 Electrical



Westwood Sr (2770) 3A Outside lights over band 
entrance and stage 
entrance will not come on.

12/9/13 Grounds front building Electrical

Westwood Sr (2770) 3A per Ms. Smith 416-8000 
scoreboard is not working

12/12/13 Electrical

Westwood Sr (2770) 3A Replace balast in light 
fixture, no windows, area 
is very dark.

12/12/13 Administration Area 1st floor teacher's 
workroom

Electrical

Westwood Sr (2770) 3A Replace ballast in light 
fixture located on wall 
above stairs.

12/16/13 Hallway/Corridor staircase by 102 Electrical

Westwood Sr (2770) 3A Exit light is not working 
properly, will not light up.

1/8/14 Hallway/Corridor by 103 Electrical

Westwood Sr (2770) 3A Replace ballast in light 
fixture.

1/8/14 Hallway/Corridor Band hallway Electrical

Westwood Sr (2770) 3A Replace ballast in light 
fixture.

1/8/14 Restroom (Boys) by 216 Electrical

Westwood Sr (2770) 3A Secure hvac breaker to 
prevent turning off by 
cleaning crew.

1/8/14 Gym panel by laundry room Electrical

Westwood Sr (2770) 3A per mr watkins 864-1009 
the fire alarm system is 
showing trouble

2/26/14 Electrical



Westwood Sr (2770) 3A Wall light switch broken in 
classroom 225

2/26/14 Classroom Electrical

Westwood Sr (2770) 3A Wall light switch broken in 
classroom 224

2/26/14 Classroom Electrical

Westwood Sr (2770) 3A The electrical outlets don't 
work in the finance 
secretary office.

2/27/14 Administration Area Electrical

Westwood Sr (2770) 3A Bad Ballast Lights out in 
hallway on 2 nd floor in 
front of room #226

2/27/14 Hallway/Corridor Electrical

Westwood Sr (2770) 3A Wall light switch broken in 
classroom 137 

2/28/14 Classroom 137 Electrical

Westwood Sr (2770) 3A Replace light bulbs in two 
fixture in stairs across from 
elevator.

3/6/14 Stairway Electrical

Westwood Sr (2770) 3A Wall light switch broken in 
classroom 146 

3/11/14 Classroom 146 Electrical

Westwood Sr (2770) 3A Bad Ballast and broken 
tube holder in conference 
room#111.

3/12/14 Administration Area conference room Electrical

Westwood Sr (2770) 3A Wall light switch broken in 
teacher lounge #131 

3/12/14 teacher lounge Electrical



Westwood Sr (2770) 3A There are seven lights out 
over the beachers in the 
gym. (fluorescent lamps)

3/12/14 Gym Electrical

Westwood Sr (2770) 3A Bad Ballast Lights out in 
hallway on 2 nd floor in 
front of room #213

3/17/14 Hallway/Corridor Electrical

Westwood Sr (2770) 3A Bad Ballast Lights out in 
stairway on 2 nd floor in 
front of room #213

3/17/14 Stairway Electrical

Westwood Sr (2770) 3A Please ship 3 cases of 
fluorescent bulbs (large 
and small ) base. 

3/17/14 SBE office Electrical

Westwood Sr (2770) 3A BELLS RINGING OFF 
SCHEDULE-AFFECTING 
THE CHANGING OF 
CLASSES-PLANT MGR 
WATKINS 416-8000 KLR

3/19/14 Electrical

Westwood Sr (2770) 3A RECEPTACLE SERVING 
LING-SHORTING OUT-
PLANT MGR WATKINS 
416-8000 KLR

6/5/14 Electrical

Westwood Sr (2770) 3A A/C GYM AREA-NOT 
COMING ON-PLANT 
MGR WATKINS 416-8000 
KLR

6/20/14 Electrical

Westwood Sr (2770) 3A A/C MAIN OFC-NOT 
COMING ON-PLANT 
MGR WATKINS 416-8000 
KLR

6/20/14 Electrical

Westwood Sr (2770) 3A Clocks by 218 & 204 are 
not working properly, will 
not reset to correct time.

2/11/14 Hallway/Corridor 2nd floor Electrical



Westwood Sr (2770) 3A Replace ballast in this 
area. Banquet on Friday 
2/14/14.

2/11/14 Cafeteria 137 Electrical

Westwood Sr (2770) 3A Replace ballast in stairway 
light fixture.

2/19/14 Stairway by 115 Electrical

Westwood Sr (2770) 3A Replace ballast in light 
fixture over stairs.

1/21/14 Hallway/Corridor 1st floor in front of elevator Electrical

Westwood Sr (2770) 3A Please remove the non 
functioning scorebord on 
the football field. We are 
hoping that it can be 
remove before Friday, 
August 2nd. 

4/30/14 Athletic Field Electrical

Westwood Sr (2770) 3A Bad Ballast (3)Lights out in 
the choir room. 

5/9/14 Classroom 137 Electrical

Westwood Sr (2770) 3A A/C GYM AREA-NOT 
COMING ON-PLANT 
MGR WATKINS 416-8000 
KLR

5/12/14 Electrical

Westwood Sr (2770) 3A Please ship 3 cases of 
fluorescent bulbs T-8

5/14/14 SBE Electrical

Westwood Sr (2770) 3A The plugs are not working 
in the library.

5/15/14 Library Electrical

Westwood Sr (2770) 3A Please ship 3 cases of 
fluorescent bulbs T-8

5/15/14 Electrical



Westwood Sr (2770) 3A Please ship 3 cases of 
fluorescent bulbs T-8

5/16/14 SBE Electrical

Westwood Sr (2770) 3A Wall light switch broken in 
GRR

5/16/14 Vo-Teck Electrical

Westwood Sr (2770) 3A Bad Ballast Light out on 
serving line in the kitchen.

5/16/14 Kitchen Electrical

Westwood Sr (2770) 3A LIGHT - BAND RM - NOT 
COMING ON - 
PM/WATKINS 416-8000

5/16/14 Electrical

Westwood Sr (2770) 3A The electrical plug don't 
work in the library.

5/19/14 Library Electrical

Westwood Sr (2770) 3A Wall light switch not 
working in library. 

5/19/14 Library Electrical

Westwood Sr (2770) 3A Bad Ballast Light out in 
GRR in Vo-Teck .

5/21/14 Restroom (Girls) Vo-Teck Electrical

Westwood Sr (2770) 3A Bad Ballast Light out in 
classroom 1 in Vo-Teck .

5/21/14 Classroom Vo-Teck Electrical

Westwood Sr (2770) 3A Bad Ballast (2) Light out in 
classroom 3 in Vo-Teck .

5/21/14 Classroom Vo-Teck Electrical



Westwood Sr (2770) 3A Bad Ballast Light out in 
custodial closet room #133 
.

5/21/14 Custodial Closet 133 Electrical

Westwood Sr (2770) 3A Half of the electrical plug is 
not working in room 
number 117.

3/25/14 Classroom Electrical

Westwood Sr (2770) 3A LIGHTS RM 224 & 225-
OVER HALF NOT 
COMING ON-DARK IN 
AREAS PER SBE-PLANT 
MGR WATKINS 416-8020 
KLR

3/25/14 Electrical

Westwood Sr (2770) 3A Replace light bulbs in two 
fixture in stairs across from 
BRR next to room # 225. 

3/26/14 Stairway Electrical

Westwood Sr (2770) 3A Wall light switch broken in 
gym's wash room. 

3/27/14 Gym Electrical

Westwood Sr (2770) 3A STAGE LIGHTS 
AUDITORIUM-NOT 
COMING ON-THEY ARE 
HAVING A PROGRAM 
TONIGHT AND WILL 
NEED-PLANT MGR 
WATKINS 416-8000 KLR

3/27/14 Electrical

Westwood Sr (2770) 3A Please ship 24, 15 watts 
compact fluorescent bulbs 
for the auditorium cat walk.

3/28/14 Auditorium Electrical

Westwood Sr (2770) 3A The concession stand plug 
are not working in the 
gym.

4/4/14 Concession Stand Gym Electrical

Westwood Sr (2770) 3A The emergency lights will 
not come on in the VO-
Teck building.

4/7/14 Classroom VO-TECK Electrical



Westwood Sr (2770) 3A There are several lights 
out in the library , bad 
ballast.

4/7/14 Library Electrical

Westwood Sr (2770) 3A Please ship 3 cases of 
fluorescent bulbs (large 
and small ) 

4/7/14 SBE Electrical

Westwood Sr (2770) 3A Bad Ballast (2) Lights out 
in Boy's lockeroom in gym.

4/8/14 Gym Electrical

Westwood Sr (2770) 3A Bad Ballast Light out in 
classroom #123.

4/9/14 Classroom 123 Electrical

Westwood Sr (2770) 3A Bad Ballast and broken 
tube holder in conference 
room#111.

4/11/14 Administration Area conference room Electrical

Westwood Sr (2770) 3A Bad Ballast and broken 
tube holder in kitchen.(2)

4/11/14 Kitchen Electrical

Westwood Sr (2770) 3A Bad Ballast (2) Lights out 
in classroom #204

4/16/14 Classroom 204 Electrical

Westwood Sr (2770) 3A Bad Ballast Lights out in 
the front office.

4/21/14 Front office Electrical

Westwood Sr (2770) 3A Bad Ballast(3) Light out in 
classroom #222

4/22/14 Classroom 222 Electrical



Westwood Sr (2770) 3A Bad Ballast Light out in 
classroom #117

4/22/14 Classroom 117 Electrical

Westwood Sr (2770) 3A Bad Ballast Light out in 
classroom #226. 

4/22/14 Classroom 117 Electrical

Westwood Sr (2770) 3A Bad Ballast Light out in 
classroom #213. 

4/22/14 Classroom 213 Electrical

Westwood Sr (2770) 3A Bad Ballast Light out in 
classroom #209

4/22/14 Classroom 209 Electrical

Westwood Sr (2770) 3A Bad Ballast Light out in 
classroom #206. 

4/22/14 Classroom 206 Electrical

Westwood Sr (2770) 3A Bad Ballast Light out in 
classroom #204. 

4/22/14 Classroom 204 Electrical

Westwood Sr (2770) 3A FCU RM 125-NOT 
COOLING-PLANT MGR 
416-8000 KLR

9/9/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Yearly - Oil Samples-
Westwood High - Refer to 
PM schedule details.

9/13/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Behind the stage ID# 
170114 is not cooling per 
Ms. Smith 416-8000

9/13/13 Heating/Ventilation /Air 
Conditioning



Westwood Sr (2770) 3A AIR COMPRESSOR 
WONT SHUT OFF IN 
MAIN BOILER RM
PLANT MGR-
SMITH/416.8020

9/16/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Monthly - Westwood SR 
Air Compressor# 170-055 - 
Refer to PM schedule 
details.

9/28/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Monthly - Westwood SR 
Air Compressor# 170-124 - 
Refer to PM schedule 
details.

9/28/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Monthly - Westwood SR 
Air Compressor# 170-184 - 
Refer to PM schedule 
details.

9/28/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A CHILLER NOT COMING 
ON-AFFECTS ENTIRE 
BLDG-PLANT MGR 
SMITH 416-8000 KLR

10/3/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A annex getting too cold cant 
control temp

10/11/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A FCU RM 114-NOT 
COOLING-PLANT MGR 
SMITH 416-8000 KLR

8/22/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A clean ac units on gym 8/23/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A library a/c not cooling per 
Ms. Smith 416-8000

8/27/13 Heating/Ventilation /Air 
Conditioning



Westwood Sr (2770) 3A FCU NOT COOLING IN 
RM-125
PLANT MGR-
SMITH/416.8000

8/29/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Monthly - Oil Lube & Belt-
Westwood High - Refer to 
PM schedule details.

7/2/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Main Chiller behind the 
Cafeteria is NOT 
COOLING per Mr. 
Watkins, Night Plant Mgr. 
at 901.416.8000.

7/10/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A chiller in alarm 7/11/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Monthly - Filter-Westwood 
High - Refer to PM 
schedule details.

8/4/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A 3-FCU NOT HEATING IN 
RM-202.208.114
PLANT MGR-
SMITH/416.8020

1/24/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A AHU BAND HALL-KEEPS 
SHUTTING OFF, WON'T 
STAY ON-PLANT MGR 
SMITH 416-8000 KLR

1/29/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A FCU RM 208 & 206-BOTH 
NOT HEATING-PLANT 
MGR SMITH 416-8000 
KLR

1/29/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Monthly - Oil Lube & Belt-
Westwood High - Refer to 
PM schedule details.

2/4/14 Heating/Ventilation /Air 
Conditioning



Westwood Sr (2770) 3A per ms smith 416-8000 
FCU #202, #106 not 
heating

2/4/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A per Ms. Smith 416-8000 
rooms 202 and 217 are 
blowing cold air

1/14/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A vocational building is 
overheating per Ms. Smith 
416-8000

10/30/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A AHU - V/T BLDG - 
BLOWING NOT HEATING 
- PM/SMITH 416-8000

11/13/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A rooms 110, 114, 116, 125, 
202 blowing cold air per 
Ms. Smith 416-8000

11/13/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A gym boiler pump  11/25/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A UNIT NOT HEATING IN 
RM-206,VOC-
2,117,127,217,224,129,13
0,202,110.
PLANT MGR-
WHITE/416.8000

11/25/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Monthly - Filter-Westwood 
High - Refer to PM 
schedule details.

12/1/13 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A rooms 110, 125, 206, 224 
units are not coming on 
per Ms. Smith 416-8000

12/4/13 Heating/Ventilation /Air 
Conditioning



Westwood Sr (2770) 3A AHU 1ST FLR BAND 
HALL-NOT COMING ON-
PLANT MGR SMITH 416-
8000 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A AHU 2ND FLR HALL-
MAKING NOISES-PLANT 
MGR SMITH 416-8000 
KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A room 128 is over heating 
per mr watkins 864-1009

2/26/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A UNIT IS OVERHEATING 
(86)IN MAIN OFFICE 
PLANT MGR-
WATKINS/416.8000

3/17/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Replace bad compressor 
on gym

6/18/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A FCU RM 125-
OVERHEATING, TEMP IS 
85-PLANT MGR SMITH 
416-8000 KLR

2/20/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A BOILER - REAR OF GYM 
IS NOT OPERATING 
CORRECTLY PER 
INSPECTOR - 
PM/WATKINS 416-8020

4/25/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A per watkins 416-8000 
chiller is down

4/30/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A CHILLER NOT COMING 
ON
PLANT MGR-
WATKINS/416.8020

5/5/14 Heating/Ventilation /Air 
Conditioning



Westwood Sr (2770) 3A A/C AUDITORIUM-NOT 
COOLING-PLANT MGR 
WATKINS 416-8000 KLR

5/8/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Monthly - Westwood SR 
Air Compressor# 170-055 - 
Refer to PM schedule 
details.

3/29/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Monthly - Westwood SR 
Air Compressor# 170-124 - 
Refer to PM schedule 
details.

3/29/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Monthly - Westwood SR 
Air Compressor# 170-184 - 
Refer to PM schedule 
details.

3/29/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Monthly - Filter-Westwood 
High - Refer to PM 
schedule details.

3/30/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A CHILLER is NOT COMING 
ON per Mr. Watkins, Plant 
Mgr. 416.8000

4/23/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Yearly - Cooling Towers-
Westwood High - Refer to 
PM schedule details.

3/21/14 Heating/Ventilation /Air 
Conditioning

Westwood Sr (2770) 3A Boy's restroom located on 
2nd floor and stairway has 
gang grafiti.

8/20/13 Restroom (Boys) by 202 Painting

Westwood Sr (2770) 3A Boy's restroom located on 
2nd floor and stairway has 
gang grafiti.

8/20/13 Restroom (Boys) by 202 Painting



Westwood Sr (2770) 3A Grafitti over restroom too 
much for plant manager to 
remove and the chemical 
provided is not working.

9/18/13 Restroom (Girls) 2nd floor Painting

Westwood Sr (2770) 3A Restrooms are in need of 
painting due to grafitti 
removal and misuse of 
cleaning chemicals. this 
also includes the girls 
restrooms.

1/8/14 Restroom (Boys) 2nd floor Painting

Westwood Sr (2770) 3A This area is in need of 
painting due to many 
chemical misuse on walls 
causing many bad spots.

1/8/14 Administration Area 1st floor by main office Painting

Westwood Sr (2770) 3A Serving line and kitchen 
needs painting very badly.

1/8/14 Kitchen serving line and doors Painting

Westwood Sr (2770) 3A Hallway and lockers need 
painting.

1/8/14 Annex vocational building Painting

Westwood Sr (2770) 3A Please paint parking 
spaces for two additional 
secretary and a counselor.

4/24/14 Parking Lot Painting

Westwood Sr (2770) 3A Per principal request 
please have principal 
office and secretary area 
painted this is a very high 
traffic zone that is visited 
by many people.

1/17/14 Administration Area main office 1st floor Painting

Westwood Sr (2770) 3A GANG GRAFFITI IN B RR 
2ND FLR ON BLOCK 
WALL & ENTRY TO RR & 
STAIRWELL BY B RR 
2ND FLR ON BLOCK 
WALL-SBE SMITH 416-
8000 KLR

8/20/13 Painting

Westwood Sr (2770) 3A GANG GRAFFITI 
OUTSIDE ON FRONT 
ENTRANCE METAL 
DOORS-PLANT MGR 
SMITH 416-8000 KLR

12/16/13 Painting



Westwood Sr (2770) 3A Please paint new metal 
boiler room doors.(2) sets

4/9/14 Boiler room Painting

Westwood Sr (2770) 3A per mr watkins 864-1009 
in front of the ROTC 
building the sewer is 
backing up

2/21/14 Plumbing

Westwood Sr (2770) 3A Two water fountain in the 
main hall is not working. 

5/29/14 Hallway/Corridor Plumbing

Westwood Sr (2770) 3A WATER PUMP GYM 
BOILER RM-POURING 
WATER OUT OF IT-
PLANT MGR SMITH 416-
8000 KLR

9/6/13 Plumbing

Westwood Sr (2770) 3A Sink is stopped up in such 
a way plant manager 
cannot unstop.

9/18/13 Mechanical Room 1st floor Plumbing

Westwood Sr (2770) 3A Sink located by teacher's 
desk is leaking.

8/30/13 Classroom 223 Plumbing

Westwood Sr (2770) 3A Faucet is running 
continously cannot turn off 
with handle.

9/27/13 Gym whirlpool bath Plumbing

Westwood Sr (2770) 3A hot water side of faucet in 
cust closet by rm 215 2nd 
floor will not cut off per Ms. 
Smith 416-8000

9/30/13 Plumbing

Westwood Sr (2770) 3A AHU 2ND FLR-DRAIN 
PAN STOPPED UP & 
LEAKING DOWN INTO 
AREA BELOW-PLANT 
MGR SMITH 416-8020 
KLR

10/3/13 Plumbing



Westwood Sr (2770) 3A Flush valve need replacing 
on toilet.
voc bldg girl's restroom 
toilet seat need replacing.

10/8/13 Restroom (Girls) 2nd floor by 223 Plumbing

Westwood Sr (2770) 3A Water heater (170-167) is 
leaking.

10/15/13 Hallway/Corridor 1st floor by 103 Plumbing

Westwood Sr (2770) 3A Men toilet in teacher's 
work room across from 
main office is running, will 
not stop.

8/20/13 Restroom (Boys) teacher's men restroom Plumbing

Westwood Sr (2770) 3A Water fountain cover is 
damaged in such a way as 
to create an unsafe 
condition.

8/22/13 2nd Floor by 223 Plumbing

Westwood Sr (2770) 3A Please repair facuet on 
football field.

8/28/13 Restroom (Boys) Plumbing

Westwood Sr (2770) 3A Drain to fan coil unit (170 
181) is stopped up. When 
unit is on water from floods 
the classroom.

7/26/13 Classroom 216 Plumbing

Westwood Sr (2770) 3A 2-FCU ARE LEAKING 
WATER IN RM-218,210
PLANT MGR-SMITH/416-
8000

7/30/13 Plumbing

Westwood Sr (2770) 3A back flow test 2/4/14 Plumbing

Westwood Sr (2770) 3A The vacum break is not 
working on the sink in the 
custodial closet in the 
clinic area.

1/11/14 Clinic Plumbing



Westwood Sr (2770) 3A The commodes has  bad 
flush valves. The 1st and 
4th stalls. (2) 

1/15/14 Classroom 529 Plumbing

Westwood Sr (2770) 3A URNIAL B RR 2ND FLR 
BY RM 201-HAS COME 
OFF THE WALL & WATER 
IS LEAKING OUT, CAN'T 
CONTAIN-PLANT MGR 
SMITH 416-8000 KLR

10/29/13 Plumbing

Westwood Sr (2770) 3A Replace gas valve. 10/31/13 Plumbing

Westwood Sr (2770) 3A Toilet is stopped up in 
such a way plunging will 
not clear waste.

11/6/13 Restroom (Boys) 2nd floor by 223 Plumbing

Westwood Sr (2770) 3A Cold water faucet will not 
turn off.

11/6/13 Custodial Closet 2nd floor by 217 Plumbing

Westwood Sr (2770) 3A The vacum break is not 
working on the sink in the 
laundrey room in the gym.

11/14/13 Gym Plumbing

Westwood Sr (2770) 3A RELEIF VALVE ON 
BOILER IN GYM BOILER 
RM-LEAKING-PLANT 
MGR SMITH 416-8000 
KLR

11/15/13 Plumbing

Westwood Sr (2770) 3A Toilet will not flush. 12/16/13 Administration Area center restroom inside 
teacher's workroom

Plumbing

Westwood Sr (2770) 3A Toilet is stopped up in 
such a way plumber is 
needed.

1/3/14 Restroom (Girls) vocational building Plumbing



Westwood Sr (2770) 3A Unstop sewer ejector main 2/26/14 Plumbing

Westwood Sr (2770) 3A Unstop storm drains 2/26/14 Plumbing

Westwood Sr (2770) 3A The commode flush valve 
tube is leaking in the BRR. 

3/5/14 Vo-tech Plumbing

Westwood Sr (2770) 3A The commode flush valve 
tube is leaking in 
classroom across from 
BRR. 

3/5/14 Classroom Vo-Tech Plumbing

Westwood Sr (2770) 3A SEWAGE BACKING UP 
THRU COMMODES IN 
ALLL THE RR'S IN THE 
VOC BLDG-PLANT MGR 
WATKINS 416-8080 KLR

3/18/14 Plumbing

Westwood Sr (2770) 3A Water fountain in the main 
hall next to closet is not 
cooling.

6/9/14 Hallway/Corridor Plumbing

Westwood Sr (2770) 3A rm# 206 & 207 Hallway 
leaking from ceiling

6/11/14 1st Floor D  - area between Plumbing

Westwood Sr (2770) 3A A/C RM 112-LEAKING-
PLANT MGR WATKINS 
416-8080 KLR

6/12/14 Plumbing

Westwood Sr (2770) 3A The water spigot is leaking 
outside of the broiler room 
door in back of gym. 

6/20/14 Gym Plumbing



Westwood Sr (2770) 3A Hot water tank is leaking in 
such a way as to cause an 
interrupt in service.

2/19/14 Mechanical Room votech custodial room Plumbing

Westwood Sr (2770) 3A Toilet seat on commode in 
Girl's RR is broken on 2nd 
floor above night plant 
manager office.

2/19/14 Restroom (Girls) Plumbing

Westwood Sr (2770) 3A SINK - KITC 3 
COMPARTMENT - 
FOSSET IS LEAKING - 
PM/WATKINS 416-8000

5/6/14 Plumbing

Westwood Sr (2770) 3A URINAL IS HANGING 
FROM B/RR WALL BY RM-
128.
PLANT MGR-
WATKINS/416.8000

5/13/14 Plumbing

Westwood Sr (2770) 3A The water fountain in front 
of the office is not working. 

5/15/14 Plumbing

Westwood Sr (2770) 3A Faucet is leaking on hand 
sink in Vo-teck room#Voc1 
Ms .Chatman. 

5/16/14 Vo-Teck Plumbing

Westwood Sr (2770) 3A Wall light switch broken in 
BRR.

5/16/14 Voc-Teck Plumbing

Westwood Sr (2770) 3A WTR PIPE - LEAKING 
BEHIND STEAMER & 2 
COMPARTMENT SINK - 
FOSSET LEAKING - 
PM/WATKINS 416-8020

5/21/14 Plumbing

Westwood Sr (2770) 3A Water fountains spigot is 
clogged in front of BRR 
2nd floor. 

3/21/14 Hallway/Corridor Plumbing



Westwood Sr (2770) 3A Toilet seat on commode in 
boy's RR is broken on 2nd 
floor 

3/21/14 Restroom (Boys) Plumbing

Westwood Sr (2770) 3A MOP SINK KITCHEN 
AREA-STOPPED UP-
PLANT MGR WATKINS 
416-8000 KLR

3/24/14 Plumbing

Westwood Sr (2770) 3A 2-COM SINK IS LEAKING 
WATER IN KITCHEN.
PLANT MGR-
WATKINS/416.8000

3/24/14 Plumbing

Westwood Sr (2770) 3A The commodes has bad 
flush valves. The 3rd stall 
in the GRR 2nd floor next 
to library.

3/25/14 Restroom (Girls) Plumbing

Westwood Sr (2770) 3A fountain is running water, 
cant control 2nd flr
PLANT MGR-
WATKINS/864.1009

3/25/14 Plumbing

Westwood Sr (2770) 3A 2-COMPARTMENT SINK 
KITCHEN AREA-FAUCET 
LEAKING-PLANT MGR 
WATKINS 416-8000 KLR

3/31/14 Plumbing

Westwood Sr (2770) 3A The commodes has a bad 
flush valves in the kitchen 
manger RR.

3/31/14 Kitchen Plumbing

Westwood Sr (2770) 3A The commodes has a bad 
flush valves in the GRR 
across from room #218 
The 4th stall

3/31/14 Restroom (Girls) Plumbing

Westwood Sr (2770) 3A       back flow test 4/1/14 Plumbing



Westwood Sr (2770) 3A FLR DRAIN IS STOPPED 
IN KITCHEN
PLANT MGR-
WATKINS/864.1009

4/8/14 Plumbing

Westwood Sr (2770) 3A per watkins 416-8020 
room 117 uv leaking

4/9/14 Plumbing

Westwood Sr (2770) 3A The hand sink drain pipe is 
leaking across from # 126.

4/16/14 Hallway/Corridor Plumbing

Westwood Sr (2770) 3A Roof is leaking in the 
above areas on 2nd floor.

9/23/13 2nd Floor atrium hallway & hallway 
by 2nd flr ahu

Roof

Westwood Sr (2770) 3A Soil ceiling tiles is probably 
due to roof leaks.

10/15/13 Annex 1st floor by 103 Roof

Westwood Sr (2770) 3A Roof is leaking on 2nd 
floor in many areas, check 
hallway and staircases for 
stained tiles.

8/30/13 Stairway 2nd floor Roof

Westwood Sr (2770) 3A Roffis leaking into 2nd 
floor teacher's workroom.

7/22/13 2nd Floor teacher's workroom Roof

Westwood Sr (2770) 3A Roof is leaking over new 
wood inside gym toward 
back right exit.

1/16/14 Gym main gym over new wood Roof

Westwood Sr (2770) 3A Roof leak into girl's 
restroom behind stage 
causing ceiling tiles to fall.

11/1/13 Auditorium  girl's restroom Roof



Westwood Sr (2770) 3A There is a roof leak in the 
gym next to the back 
beacher stairs.

2/26/14 Gym Roof

Westwood Sr (2770) 3A Special need students 
need lockers, removed 
from gym and place in 
classroom.

2/7/14 Annex voc1,voc7 Sheet Metal

Westwood Sr (2770) 3A Cover for exhaust fan is 
missing fan blades are 
damaged in such a way 
causing fan not to work 
properly.

9/5/13 Grounds boiler room Sheet Metal

Westwood Sr (2770) 3A Cover to heat unit has 
come loose in such a way 
as to create an unsafe 
condition.

1/10/14 Gym front lobby Sheet Metal

Westwood Sr (2770) 3A Please repair locker # 
734,740,744 and 748 they 
are next to room#117. The 
door hinge need screws.

5/19/14 Hallway/Corridor Sheet Metal

Westwood Sr (2770) 3A Please install awning over 
boiler room doors to 
prevent rain water from 
entering the building.

4/9/14 Boiler room Sheet Metal

Westwood Sr (2770) 3A Repair lockers. 4/23/14 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Whitehaven El (2785) 3A 5 1 19 45 30 10 42 4 3 159
Grand Total 5 1 19 45 30 10 42 4 3 159



Location Request Description Submittal Date Area Description Area Number Craft
Whitehaven El (2785) 3A In Classroom 104 we had 

a water leak from the 
HVAC unit that cause the 
tile flooring to seperate. 
The carpenter needs 
someone to remove the 9 
by 9 tiles so he can repair 
the floor. Please contact 

7/8/13 Asbestos

Whitehaven El (2785) 3A I HAVE SEVERAL 
CLASSROOMS THAT 
HAVE MISSING FLOOR 
TILES. THESE AREAS 
ARE ROOM 104 , 103 , 
115 , 120 . EACH ROOM 
HAS 3 TO 24 PEACES OF 
TILES MISSING.

6/4/14 CLASSROOMS Asbestos

Whitehaven El (2785) 3A I have four sections of 
floor tiles that need to be 
replaced in class room 
104. The tiles have broken 
and had to be removed 
due to the safety of he 
students.

8/15/13 Classroom Room 104 Asbestos

Whitehaven El (2785) 3A I have two areas in the 
school where the pipes in 
the ceiling is are leaking 
and need to be insulated ( 
rapped).
The main office and 
classroom 115.

7/31/13 Asbestos

Whitehaven El (2785) 3A In the classroom 106 there 
are several sections of 
floor tiles that need to be 
replaced due to water 
leaks from the A/C unite. 
There are are about 10 
peaces that are seoerated.

10/21/13 Classroom room 106 Asbestos

Whitehaven El (2785) 3A In classroom 207 I have a 
computer wall outlet panel 
that does not have  
service. One connection 
has been pulled out of the 
plate. Please see the Plant 
Manager for more details.

12/9/13 Classroom Room 207 Cabling

Whitehaven El (2785) 3A NEED EXPANSION WIRE 
TO KEEP OUT ANIMALS 
OUT IN BASEMENT.
PLANT MGR-
WILLIAMS/416.7431

11/12/13 Carpentry

Whitehaven El (2785) 3A I have a window in 
classroom 120 on the east 
wall that has a broken 
sheet of plastic glass that 
needs to be replaced. 

8/15/13 Classroom 120 Carpentry



Whitehaven El (2785) 3A ENTRANCE DOOR MAIN 
CORRIDOR BY CAFE-
NOT LATCHING-WON'T 
BE ABLE TO SECURE-
SBE WILLIAMS 416-7431 
KLR

8/1/13 Carpentry

Whitehaven El (2785) 3A The girls restroom on the 
2nd floor has a broken 
stall door that needs to be 
repaired.

8/6/13 Restroom (Girls) 2nd floor Carpentry

Whitehaven El (2785) 3A I have a stall door in the 
girl's rest room that need 
to be repaired  ( reinstalled 
/ damaged  door hing ).

11/4/13 Restroom (Girls) Stall Door Girl's R/R 1st 
floor

Carpentry

Whitehaven El (2785) 3A I need some repairs on the 
ramps / stairs and rales on 
the following PORTABLE 
BUILDING 223 / 17 / 235 / 
223 / 159 / 220 and 168. 
These areas have 
structure damages where 
the students have to walk 

11/11/13 Carpentry

Whitehaven El (2785) 3A In portable building 223 
has several solf areas in 
the floor that seems the 
floor is weak and unstable. 
This could be a danger fot 
anyone walking in the 
areas of the room. There 
has been some sheets of 

11/18/13 Classroom 223 Carpentry

Whitehaven El (2785) 3A The classroom door to 
portable 234 has a bad 
panick-bar ( lock) . We 
cannot at times secure this 
door due to the damage 
bracket that supports the 
pannick bar.

11/20/13 Portables classroom 234 Carpentry

Whitehaven El (2785) 3A The storage room in the 
library  that holds the 
equipment has a bad door 
lock that will not secure 
and lock. This area needs 
to be secured at all times.

3/20/14 Carpentry

Whitehaven El (2785) 3A I need to have a dry eraser 
board installed in Portable 
Building 159. I have a 
extra  board in building 
223 that is not installed 
and can be used. 
THANKS.

3/31/14 Potable Building 159 Carpentry

Whitehaven El (2785) 3A The GIRL'S rest room on 
the first floor has two bolts 
sticking out of the toilet 
wall that support the stall 
door. One of the student 
brushed up to one of the 
bolts and cut her arm, ( 
scratch ) . These mounting 

4/1/14 By classroom 123 Carpentry



Whitehaven El (2785) 3A I have a door in the 
cafeteria coming from the 
parking lot that has a 
DOOR LOCK that is 
damaged and needs to be 
reset or repaired. See the 
plant manager for more 
details please, Thanks. 

4/15/14 By classroom 123 Carpentry

Whitehaven El (2785) 3A I have two restrooms on 
the 1st floor that have 
windows that I need to 
have the  secured down . 
please contact the 
plant Manager for more 
details please.

2/4/14 Restroom (Boys)  Boys and Girls Carpentry

Whitehaven El (2785) 3A I have a broken window in 
classroom 120. The aprox. 
size 
is 27.25 wide  and 45.0 
tall. Please contact the 
Plant Manager for more 
info.

2/4/14 Classroom room 120 Carpentry

Whitehaven El (2785) 3A      repair wall outside of 
building form up concrete  
Pad .

2/5/14 Carpentry

Whitehaven El (2785) 3A The front door to portable 
building 224 needs to be 
either reset or sealed. 
There is a air and sunlight 
passing through the door 
jam.   Also there is an area 
on the floor that is very 
very weak and could be a 

5/21/14 portable  224 Carpentry

Whitehaven El (2785) 3A I have a set of book 
shelves in the library that 
need to be secured 
between two walls and 
together. Mr. Small and I 
have already looked at the 
task and he gave me his 
input. Please contact the 

5/29/14 Library 1st floor Carpentry

Whitehaven El (2785) 3A There is an expansion 
plate ( joint ) on the 2nd 
floor of the main hallway 
that needs to be secured 
down to the floor. Please 
contact the plant manager 
for more details.

6/4/14 Hallway/Corridor 2nd floor Carpentry

Whitehaven El (2785) 3A There are 10 portables 
buildings that have some 
type of  carpentry repairs 
that is needed. RAMPS / 
HAND RAILS / STAIRS. 
There are more teachers 
using the portables 
building and some to 

9/12/13 Portables All Carpentry

Whitehaven El (2785) 3A UV-1 RM 210 (212)-NOT 
COMING ON-SBE 
WILLIAMS 416-7431 KLR

8/16/13 Electrical



Whitehaven El (2785) 3A 5-UV NOT COMING ON 
IN PORT-
223,168,142,17,235
PLANT MGR-
WILLIAMS/416.7431

8/29/13 Electrical

Whitehaven El (2785) 3A We need someone to 
reset the clocks and bell 
system in the main office.

8/6/13 Electrical

Whitehaven El (2785) 3A PARTIAL POWER 
OUTAGE IN MAIN 
OFFICE.
PLANT MGR-
WILLIAMS/416.7431

8/7/13 Electrical

Whitehaven El (2785) 3A I NEED 2 BOXES OF 
FLO. LAMPS.

10/22/13 SEE PLANT MANAGER Electrical

Whitehaven El (2785) 3A OVEN - (2) PILOTS 
NEEDS TO BE LIT - 
PM/WILLIAMS 416-3104

9/24/13 Electrical

Whitehaven El (2785) 3A  I need three (3) cases 
florecent light bulbs for the 
celing lights at 
WhiteHaven EL. Stem 
School.

10/3/13 Electrical

Whitehaven El (2785) 3A I have two areas on the 
2nd floor that need light 
ballast replaced, the 
hallway  / room 206.

10/18/13 Classroom   206  /  2nd floor hallway Electrical

Whitehaven El (2785) 3A I have two classrooms  
with wall outlets that donot 
have electrcal power. 
Classroom 209 has one 
outlet and room 212 two 
outlets not working.

11/13/13 Electrical

Whitehaven El (2785) 3A HEAT RM 210B-NOT 
COMING ON-PLANT 
MGR WILLIAMS 416-7431 
KLR

11/14/13 Electrical



Whitehaven El (2785) 3A I need 12 each HI-PRO 
SPIRAL BULBS / 40WATT 
,# 4100K

11/20/13 Plant Manager's office Electrical

Whitehaven El (2785) 3A UNIT NOT COMING ON 
IN RM-210B
PLANT MGR-
WILLIAMS/416-7431

11/21/13 Electrical

Whitehaven El (2785) 3A UV NOT COMING ON IN 
RM-203
PLANT MGR-
WILLIAMS/416.7431

11/25/13 Electrical

Whitehaven El (2785) 3A I need light ballast 
replaced in the following 
rooms 203 , 204/ /201.

11/27/13 Classroom 203  /  204  /  201 Electrical

Whitehaven El (2785) 3A I need light balast replaced 
in the hallway on the 2nd 
floor,

11/27/13 Hallway/Corridor Electrical

Whitehaven El (2785) 3A I need light ballast 
replaced in classroom 210-
B .

11/27/13 Classroom  Room 210-B Electrical

Whitehaven El (2785) 3A Outlrt in room 203 need 
power restored

12/2/13 Classroom 203 Electrical

Whitehaven El (2785) 3A Outlet in room 205 need 
power restored

12/2/13 Classroom 205 Electrical

Whitehaven El (2785) 3A Outlet in room 205 need 
power restored

12/2/13 Classroom 205 Electrical



Whitehaven El (2785) 3A I have a bad light ballast 
that needs to be replaced 
in classroom 203.

12/4/13 Classroom 203 Electrical

Whitehaven El (2785) 3A I have a bad light ballast in 
classroom 201 that needs 
to be replaced.

12/4/13 Classroom 201 Electrical

Whitehaven El (2785) 3A i have a bad light ballast in 
classroom 204 that needs 
to be replaced.

12/4/13 Classroom 204 Electrical

Whitehaven El (2785) 3A In classroom 210-B I have 
4 ceiling lights that need 
replacement ballast 
installed. the bulb have 
been replaced.

12/4/13 Classroom 210-B Electrical

Whitehaven El (2785) 3A I have a section of four (4) 
lights that need a 
replacement ballast to be 
installed.

12/4/13 Hallway/Corridor  2 nd Floor Electrical

Whitehaven El (2785) 3A I have a section of lights 
out in classroom 115 that 
need a ballast replaced. 
The bulbs have already 
been replaced.

12/5/13 Classroom 115 Electrical

Whitehaven El (2785) 3A I have two (2) light ballast 
that need to be replaced in 
the Library on the first 
floor.

12/9/13 Library Electrical

Whitehaven El (2785) 3A Unit is NOT COMING in 
the MAIN OFFICE per Carl 
Williams, Plant Mgr. 
416.7431

1/9/14 Electrical

Whitehaven El (2785) 3A I need a light ballast 
replaced in the cafeteria 
on one row of lights.

1/16/14 Cafeteria Electrical



Whitehaven El (2785) 3A I have section of lights that 
need a ballast replaced. 
please see the Plant 
manager for details.

1/16/14 Hallway/Corridor 2nd floor Electrical

Whitehaven El (2785) 3A i have a row of lights out 
that will need a ballast 
replaced. please see the 
Plant manager for more 
details.

1/16/14 Library  1st floor Electrical

Whitehaven El (2785) 3A I need  alight ballast 
replaced in the Plant 
manager office.

Don Larkin is the Tech.

1/27/14 Electrical

Whitehaven El (2785) 3A HEAT RM 103-NOT 
COMING ON-PLANT 
MGR WILLIAMS 416-7431 
KLR

1/27/14 Electrical

Whitehaven El (2785) 3A I need 2 cases of Philips 
bulbs F32T8/ADV841/ XLL 
and one case of 12    42 
Watt bright white SPRING 
LIGHT. 

1/29/14 Electrical

Whitehaven El (2785) 3A RECEPTACLES PRIN'S 
OFC-HAVE NO POWER-
NOT ABLE TO WORK ON 
COMPUTER-PLANT MGR 
WILLIAMS 416-7431 KLR

1/29/14 Electrical

Whitehaven El (2785) 3A I have light ballast that 
needs to be replaced on 
the main hallway on the 
first floor.

2/13/14 Electrical

Whitehaven El (2785) 3A I have a light fixture in 
port. building 159 that has 
a lighting conduit  that 
needs to be secured back 
on the ceiling. The light 
fixture is hanging down 
from on one side from the 
ceiling. Contact The plant 

2/13/14 Electrical

Whitehaven El (2785) 3A I need a light ballast 
replaced on the main 
hallway south of the main 
office. Thanks for your 
help.

3/24/14 By classroom 123 Electrical



Whitehaven El (2785) 3A I need exit lights installed 
in classrooms 119 and 
122. Both of these rooms 
are Pre.- K  students and 
have a exit door, THANKS.

4/22/14 Classroom room 122  and 119 Electrical

Whitehaven El (2785) 3A UNIT NOT COMING ON 
IN RM-210A
PLANT MGR-
WILLIAMS/416.7431

4/22/14 Electrical

Whitehaven El (2785) 3A STEAMTABLE - NOT 
WORKING - NEED PILOT 
LIT - PM/WILLIAMS 416-
7431

4/25/14 Electrical

Whitehaven El (2785) 3A FIRE ALARM SYSTEM-
SHOWING TROUBLE-
PLANT MGR WILLIAMS 
416-7431 KLR

5/19/14 Electrical

Whitehaven El (2785) 3A A/C RM 212B-NOT 
COMING ON-PLANT 
MGR WILLIAMS 416-7431 
KLR

5/19/14 Electrical

Whitehaven El (2785) 3A A/C PRIN'S OFC-WON'T 
STAY RUNNING-PLANT 
MGR WILLIAMS 416-7431 
KLR

6/3/14 Electrical

Whitehaven El (2785) 3A I have some classrooms 
and the first floor hallway 
south end that need light 
ballast replaced. they are 
as follow , 1 ballast 
replaced in the cafeteria .  
1 light ballast replaced  1st 
floor south hallway , and 

6/4/14 Classroom classrooms / cafeteria Electrical

Whitehaven El (2785) 3A We need all outside 
lighting repaired at 
Whithaven EL. There is 
only one light that is 
working. Thanks

6/12/14 outside grounds Electrical

Whitehaven El (2785) 3A Monthly - Filter-
Whitehaven Elementary - 
Refer to PM schedule 
details.

5/5/14 Heating/Ventilation /Air 
Conditioning



Whitehaven El (2785) 3A A/C IN PORTABLES 
BLDGS 234 & 142-BOTH 
NOT COOLING-SBE 
WILLIAMS 416-7431 KLR

8/12/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A UV NOT COOLING IN RM-
210B
PLANT MGR-
WILLIAMS/416.7431

8/12/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A FCU NOT COOLING IN 
RM-215.
PLANT MGR-
HURSE/416.7431

9/3/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A Room 216 not cooling per 
Randy Hurst 416-7431

9/4/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A Monthly - Filter-
Whitehaven Elementary - 
Refer to PM schedule 
details.

9/9/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A following UV not cooling 
Port 17, 42, 68, 235, 223
per Carl Williams 416-
7431

9/9/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A Unit Ventilators room 213 
and 209 not cooling per 
Carl Williams 416-7431

9/10/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A rooms 110, 215, 204 a/c 
not cooling per Carl 
Willianms 416-7431

9/11/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A We need A/C filter 
changes for all classroom / 
office and cafeteria areas . 
See the plant manager for 
more details.
Also I need a copy of the 
filer sizes for each unite.

8/5/13 Classroom All Rooms Heating/Ventilation /Air 
Conditioning



Whitehaven El (2785) 3A Monthly - Air Compressor - 
Whitehaven Elem - Refer 
to PM schedule details.

11/1/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A Monthly - Oil Lube & Belt-
Whitehaven Elem - Refer 
to PM schedule details.

10/1/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A guidance office 2nd floor 
a/c not cooling per carl 
williams 416-7431

10/2/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A repair boiler wiring 11/20/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A 2nd floor office (guidance) 
and room 201 blowing cold 
air per Mr. Williams  416-
7431

11/25/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A rooms 118 and 209 are 
blowing cold air per Mr. 
williams 416-7431

11/26/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A per mr carl williams 416-
7431 rooms 119, 207, 209, 
204 and portable 149 are 
all blowing cold air

12/9/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A Monthly - Filter-
Whitehaven Elementary - 
Refer to PM schedule 
details.

1/6/14 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A HEAT RMS 121, 118, 117, 
220, & CAFE AREA-ALL 
NOT HEATING-PLANT 
MGR WILLIAMS KLR

1/6/14 Heating/Ventilation /Air 
Conditioning



Whitehaven El (2785) 3A BOILER-1 MECH RM-IN 
ALARM-PLANT MGR 
WILLIAMS 416-7431 KLR

3/17/14 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A BOILER MECH RM-IN 
ALARM-PLANT MGR 
WILLIAMS 416-7431 KLR

3/20/14 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A BOILER IS  IN ALARM
PLANT MR-
WILLIAMS/416.7431

3/21/14 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A We need a welder to cut 
up some metal peaces of 
equipment remains from 
old boiler units that were 
replaced . The peaces of 
metal in the present state 
is too heavy and too large 
to be moved.

3/27/14 Mechanical Room Down Stairs Boiler Room Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A 2-UNITS NOT COOLING 
IN CAFE
PLANT MGR-
WILLIAMS/416.7431

4/21/14 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A CHILLER is NOT COMING 
ON per Carl Williams, 
Plant Mgr. 416.7431

4/28/14 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A Monthly - Oil Lube & Belt-
Whitehaven Elem - Refer 
to PM schedule details.

4/29/14 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A Monthly - Air Compressor - 
Whitehaven Elem - Refer 
to PM schedule details.

5/2/14 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A A/C RM 213 & 216-BOTH 
NOT COOLING-PLANT 
MGR WILLIAMS 416-7431 
KLR

5/7/14 Heating/Ventilation /Air 
Conditioning



Whitehaven El (2785) 3A UNIT VENTS - RM 210 B - 
BLOWING NOT 
COOLING - 
PM/WILLIAMS 416-7431

6/4/14 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A UNITS IN THE CAFE ARE 
NOT COOLING. SBE 
WILLIAMS 416-7431

7/9/13 Heating/Ventilation /Air 
Conditioning

Whitehaven El (2785) 3A I have a number of 
classrooms / hallways that 
need the walls to be 
remud and patched. The 
plaster is falling off the 
walls onto the floors and 
A/C unites.

7/31/13 Classroom There are 6 classrooms 
and 2 hallways  

Painting

Whitehaven El (2785) 3A I have 3 classrooms that 
need plaster repaired on 
some areas of walls . The 
plaster is so  bad that it will 
create dust in the rooms. 
The room numbers are 
205/ 103/ 215.

10/18/13 Painting

Whitehaven El (2785) 3A The kitchen area has a 
large section of paint 
pilling on the ceiling. Not 
sure why it is only the one 
section, but thr paint 
cheaps can fall into the 
food prep area.

2/4/14 Painting

Whitehaven El (2785) 3A Per the principal's request, 
he would like to have all 
the classrooms repainted 
over the summer months. 
Please contact the Plant 
Manager and confirm via e-
mail, THANKS.

4/17/14 By classroom 123 Painting

Whitehaven El (2785) 3A I have several classrooms 
that was reported earlier 
this year with falling wall 
plaster. These walls in the 
classroom HAVE GOTTEN 
very BAD at this point and 
need to be addressed.
Please visit the school and 

5/2/14 various classrooms Painting

Whitehaven El (2785) 3A There are a number of 
windows and doors at 
Whitehaven EL. school 
that need corking and 
painted. the building is 
sowing a lot of rust and 
paint peeling. All entry 
doors need a fresh coat off 

7/5/13 Painting

Whitehaven El (2785) 3A I have several areas in 
some classrooms and 
hallways that have plaster 
breaking apart from the 
walls and need to be 
repaired. Please see the 
Plant manager for more 
details.

7/8/13 Painting



Whitehaven El (2785) 3A        paint metal for vent 3/12/14 Painting

Whitehaven El (2785) 3A In the boys and Girls 
Restrooms there is a large 
amount of graphic graffiti 
on all the stall doors. Due 
to these wooden doors 
and the amount of graffiti 
we are requesting to have 
all the stall doors 

3/31/14 Girls And Boys Restrooms Painting

Whitehaven El (2785) 3A The teacher's restroom 
and lounge on the 2nd 
floor has plaster on the 
ceiling that is falling down. 
This area is only 6 ft. by 6 
ft. room which the plaster 
will sometimes fall on the 
teacher while the being 

4/4/14 By classroom 123 Painting

Whitehaven El (2785) 3A per mr williams 416-7431 
sink in kitchen food prep 
area is leaking from 
underneath

2/7/14 Plumbing

Whitehaven El (2785) 3A UV-1 RM 103 (106)-
LEAKING-SBE WILLIAMS 
416-7431 KLR

8/16/13 Plumbing

Whitehaven El (2785) 3A A/C unit LEAKING in the 
MAIN OFFICE area per 
Mr. Carl Williams, Plant 
Mgr. at 901.412.9661!  Mr. 
Hawkins asked him to call 
this in as an 
EMERGENCY.  

8/1/13 Plumbing

Whitehaven El (2785) 3A I have a leaking faucet in 
the girls restroom on the 
1st floor main hallway.

8/6/13 Restroom (Girls) 1st floor Plumbing

Whitehaven El (2785) 3A I have a burner on the 
steam table that needs to 
be lit. please see the 
cafeteria manager.

8/6/13 Plumbing

Whitehaven El (2785) 3A UNIT IN THE  CAFE MAIN 
OFFICE  LEAKING. SBE 
WILLIAMS 416-

8/6/13 Plumbing



Whitehaven El (2785) 3A PILOT NEEDS TO BE LIT 
TO THE STEAMTABLE  
SBE WILLIAMS 416-

8/6/13 Plumbing

Whitehaven El (2785) 3A STEAMTABLE KITCHEN 
AREA-(2) PILOTS NEED 
TO BE LIT-PLANT MGR 
WILLIAMS 416-7431 KLR

11/4/13 Plumbing

Whitehaven El (2785) 3A I have a leak in the J-pipe 
under the sink in the 
GIRLS restroom on the 
first floor main hallway.

11/11/13 Restroom (Girls) 1st floor Plumbing

Whitehaven El (2785) 3A I have a toilet in the 
teacher's lounge on the 
first floor that has a bad 
flush valve that needs to 
be replaced.

9/25/13 Restroom (Girls) teacher lounge Plumbing

Whitehaven El (2785) 3A 4-UV ARE LEAKING 
WATER IN RM-
101,205,203,201
PLANT MGR-
WILLIAMS/416.7431

9/27/13 Plumbing

Whitehaven El (2785) 3A A/C RM 206-LEAKING 
INTO RM 106 BELOW 
PER SBE-PLANT MGR 
WILLIAMS 416-7431 KLR

10/3/13 Plumbing

Whitehaven El (2785) 3A PILOT WENT OUT ON 
ONE OF THE STEAM 
TABLES KITCHEN AREA-
PLANT MGR WILLIAMS 
416-7431 KLR

10/16/13 Plumbing

Whitehaven El (2785) 3A Flush storm drains 11/13/13 Plumbing

Whitehaven El (2785) 3A GAS SMELL IN RM 105-
PLANT MGR WILLIAMS 
416-7431 KLR

11/18/13 Plumbing



Whitehaven El (2785) 3A STEAMTABLE SERVING 
LINE-PILOT NEED TO BE 
LIT-PLANT MGR 
WILLIAMS 416-7431 KLR

11/25/13 Plumbing

Whitehaven El (2785) 3A steam table needs to be lit
PLANT MGR-
WILLIAMS/416-3104

12/17/13 Plumbing

Whitehaven El (2785) 3A The cafeteria kitchen has 
two water leaks under 
each sink that needs to be 
repaired. Please contact 
the plant manager for 
more details.

1/28/14 Kitchen Plumbing

Whitehaven El (2785) 3A The sink in the kitchen is 
stop up and will at times 
has water that will back up 
in the sink. 

2/4/14 Kitchen Plumbing

Whitehaven El (2785) 3A I have 3 sinks and a floor 
drain that is stopped up 
and need to be snaked out 
in the boy's restroom on 
the 1st floor in the main 
building. See the plant 
manager for more info' 
THANKS.

2/11/14 Plumbing

Whitehaven El (2785) 3A The grease trap behind 
the cafeteria needs to be 
cleaned out Per the City 
Inspector. Also there is a 
tree that has roots growing 
into the grease trap that 
needs to be removed. A 
work request was 

2/18/14 Cafeteria Plumbing

Whitehaven El (2785) 3A I have a floor drain in the 
cafeteria kitchen area that 
continues to over flow . 

2/18/14 Plumbing

Whitehaven El (2785) 3A       REPAIR DRAIN 
KITCHEN

2/18/14 Plumbing

Whitehaven El (2785) 3A STEAMTABLE SERVING 
LINE AREA-PILOT NEED 
TO BE LIT-PLANT MGR 
WILLIAMS 416-7431 KLR

2/19/14 Plumbing



Whitehaven El (2785) 3A Unstop sewer 2/21/14 Plumbing

Whitehaven El (2785) 3A  make various plumbing 
repair in restroom and 
hallways also cafeteria .

2/26/14 Plumbing

Whitehaven El (2785) 3A PILOT NEEDS TO BE LIT 
FOR STEAM TABLES
PLANT MGR-
WILLIAMS/416.7431

3/7/14 Plumbing

Whitehaven El (2785) 3A per mr williams 416-7431 
need the steam table pilot 
lit

3/20/14 Plumbing

Whitehaven El (2785) 3A I have a kitchen faucet in 
the cafeteria that is leaking 
and hard to completely 
turn off. Thanks For Your  
Help.

4/4/14 Plumbing

Whitehaven El (2785) 3A I need all the floor drains 
in the basement area to be 
snaked out . Over the 
years this area has had 
standing water that took 
several days for the water 
to drain. With all the new 
equipment in this area we 

4/10/14 Mechanical Room Basement room Plumbing

Whitehaven El (2785) 3A I have a  leaking sink in 
the kitchen, THANKS.

4/22/14 Cafeteria kitchen Plumbing

Whitehaven El (2785) 3A The floor drain in the 
kitchen of the cafeteria has 
water and sewage that will 
back up at times. This 
drain will have to be 
snaked out.

2/4/14 Plumbing

Whitehaven El (2785) 3A The girls restroom has a 
toilet that is leaking water 
from around the fixtures ( 
pipes ). This girls restroom 
is located on the 2 floor .

2/4/14 Plumbing



Whitehaven El (2785) 3A I have two sinks in the 
BOY's R/R that have or 
missing faucet handles 
and two are leaking.

2/4/14 Restroom (Boys)   1st floor Plumbing

Whitehaven El (2785) 3A On the 2nd floor a boy's 
restroom has 2 sinks that 
are leaking water from 
under the traps. Please 
contact the Plant manager 
for more details please.

2/4/14 Restroom (Boys)  rest room 2nd floor Plumbing

Whitehaven El (2785) 3A On the 2nd floor a boy's 
restroom has 2 sinks that 
are leaking water from 
under the traps. Please 
contact the Plant manager 
for more details please.

2/4/14 Restroom (Boys)  rest room 2nd floor Plumbing

Whitehaven El (2785) 3A FLR DRAIN IS BACKING 
UP IN KITCHEN.
PLANT MGR-
WILLIAMS/416.3104

2/4/14 Plumbing

Whitehaven El (2785) 3A          repair drain in 
basement.

2/5/14 Plumbing

Whitehaven El (2785) 3A  I have a outside drain that 
is missing the 3 inch clean 
out cap.  This cap needs 
to be replaced.

2/5/14 outside drain pipe Plumbing

Whitehaven El (2785) 3A The boys restroom on the 
2nd floor has two (2) sinks 
and a floor drain stopped 
up.  Will need to be snake 
out . 

2/6/14 Restroom (Boys) Plumbing

Whitehaven El (2785) 3A The boys restroom on the 
2nd floor has a toilet that 
has a crack in the bowl 
which causes the toilet to 
leak when flushing.

6/5/14 Restroom (Boys) 2nd floor Plumbing

Whitehaven El (2785) 3A UV IS WATER LEAK IN 
MAIN OFFICE
PLANT MGR-
WILLIAMS/412.9661

7/31/13 Plumbing



Whitehaven El (2785) 3A In the annex building #159 
has a roof leak. Please 
contact the Plant manager 
for more details please.

1/10/14 Classroom    159 Roof

Whitehaven El (2785) 3A I have a ceiling leak in 
classroom 115. This room 
was looked at back doing 
the winter mouths. We are 
continuing to have these 
leaks over again. Thanks 
in advance.

4/29/14 115 Roof

Whitehaven El (2785) 3A I have two Portable 
Building that ROOF 
LEAKS. I have marked the 
ceiling with tape to show 
the areas that have the 
leaking roof. Contact the 
plant manager for more 
details.

4/29/14 Portable  142 and 159 Roof

Whitehaven El (2785) 3A Whitehaven  E L has a bad 
roof leak that start in room 
213 and continue down in 
room 115. Also portable 
building 159  has another 
roof leak.

2/5/14 Classroom 213   and 115 Roof

Whitehaven El (2785) 3A The exhaust fan in the 
kitchen of Whitehaven EL. 
is not working. This fan 
blade is not balanced, 
could be a bad bearing.

8/12/13 Cafeteria Kitchen Sheet Metal

Whitehaven El (2785) 3A     fabrication matel over 
electrical box in basement

2/24/14 Sheet Metal

Whitehaven El (2785) 3A    fabrication drain pipe 
botton also fabrication 
matal for side of buiding.

2/4/14 Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Whitehaven Sr (2790) 3A 13 8 183 185 109 41 134 30 7 710
Grand Total 13 8 183 185 109 41 134 30 7 710



Location Request Description Submittal Date Area Description Area Number Craft
Whitehaven Sr (2790) 3A I need the carpet replaced 11/13/13 1st Floor AUD Asbestos

Whitehaven Sr (2790) 3A I need the carpet replaced 
in the AUD

3/27/14 1st Floor AUD Asbestos

Whitehaven Sr (2790) 3A At principal request i need 
the carpet removed and 
replaced with floor tile it 
has become a tripping 
hazard torn so bad several 
incident has occurred

4/15/14 2nd Floor LIBRARY Asbestos

Whitehaven Sr (2790) 3A I need the fllor tiles 
replaced in the locker 
room 2nd fllo A-BLDG next 
to room A-208

4/1/14 2nd Floor A-HALL Asbestos

Whitehaven Sr (2790) 3A I need  a total 4 window 
shade cut for ROOM A-
108 & 109 40 x 8

11/18/13 1st Floor sbe office Asbestos

Whitehaven Sr (2790) 3A I need my gym floor 
refinished

2/11/14 Gym basketball court Asbestos

Whitehaven Sr (2790) 3A I need the broken floor tile 
replaced

10/23/13 1st Floor A-BLDG OFFICE Asbestos

Whitehaven Sr (2790) 3A I need 2 window shades 
installed

11/13/13 1st Floor A-108 & A-207 Asbestos



Whitehaven Sr (2790) 3A window needs replace @ 
stadium

8/22/13 Grounds Stadium Asbestos

Whitehaven Sr (2790) 3A Broken window needs 
replace

8/22/13 Grounds Stadium Asbestos

Whitehaven Sr (2790) 3A Locker room needs 
replace, trip hazard

6/13/14 2nd Floor A 108 -109 Asbestos

Whitehaven Sr (2790) 3A I need the carpet in the 
main office replaced

1/8/14 1st Floor main office Asbestos

Whitehaven Sr (2790) 3A The carpet needs to be 
replaced  with floor tile

3/26/14 2nd Floor LIBRARY Asbestos

Whitehaven Sr (2790) 3A Whitehaven Sr. -- Work 
Order- 364725- I need a 
phone line and a computer 
drop installed in the 
adjacent room in the 
Guidance office for school 
counselor (Request 
Network Cabling Project 

7/15/13 1st Floor Main Office Cabling

Whitehaven Sr (2790) 3A SEVERAL NETWORK 
CABLES DROPPING OUT 
OF CEILING NOT 
WORKING. NEED 
NETWORK SERVICES 
TO TRACE CABLES TO 
FIND OUT WHERE THEY 
ARE CONNECTED AND 

9/10/13 1st Floor D-125 Cabling

Whitehaven Sr (2790) 3A The network drop DE has 
no connectivity 

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

2/5/14 2nd Floor B-200 Cabling

Whitehaven Sr (2790) 3A I need computer cable re 
routed in the classroom

(SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

9/24/13 1st Floor D-106B Cabling



Whitehaven Sr (2790) 3A ethernet transceiver failure 10/1/13 Gym Cabling

Whitehaven Sr (2790) 3A SCS FP-3500 Network 
Cabling Project- Provide 
project management for 
Access DNSI to install 
network cabling 
installations and any 
associated electrical 
wiring. (Request Network 

7/26/13 Cabling

Whitehaven Sr (2790) 3A phone not working 11/5/13 1st Floor Rm# D - 107 Cabling

Whitehaven Sr (2790) 3A I need a TV bracket 
installed

(SCS Network Cabling and 
Electronics dept. does not 
support this type of 
request -- “Please See 
Journal Note”) 

12/5/13 Guidance Cabling

Whitehaven Sr (2790) 3A B-106 by stairlanding 
needs door closure

5/5/14 1st Floor B-106 Carpentry

Whitehaven Sr (2790) 3A Handicap rail needs repair/ 
safety hazard

5/6/14 1st Floor A -Building Carpentry

Whitehaven Sr (2790) 3A per stout 416-3000 the 
handicap rails in the main 
hallway and in the 
auditorium have pulled 
away from the walls

5/7/14 Carpentry

Whitehaven Sr (2790) 3A I need the restroom door 
cylinder repaired boys

5/8/14 2nd Floor D-Bldg Carpentry

Whitehaven Sr (2790) 3A I need the cylinder in the 
doors repaired cant secure

5/8/14 Cafeteria serving line Carpentry



Whitehaven Sr (2790) 3A by rm#C - 201 door closer 
needs repair/ safety 
hazard

5/8/14 2nd Floor stairwell Carpentry

Whitehaven Sr (2790) 3A I need the door repair can 
not secure the door to 
principal office

5/12/14 1st Floor Main Office Carpentry

Whitehaven Sr (2790) 3A THE CLASSROOM DOOR 
NEEDS TO BE 
ADJUSTED RUBBING 
THE FLOOR

7/15/13 2nd Floor D-201 Carpentry

Whitehaven Sr (2790) 3A The coach broken his key 
off in the door lock will not 
work

5/15/14 1st Floor D-BLDG Carpentry

Whitehaven Sr (2790) 3A ENTRANCE DOOR GYM 
AREA-SCREWS BROKEN 
ON HINGES-WON'T BE 
ABLE TO SECURE-
PLANT MGR STOUT 416-
3000 KLR

5/16/14 Carpentry

Whitehaven Sr (2790) 3A I NEED A WINDOW 
REPLACED IN THE HALL 
HAS GANG GRAFFTTI 
CARVED IN IT (PLEXI 
GLASS)

5/20/14 2nd Floor B-HALL Carpentry

Whitehaven Sr (2790) 3A I need the plexi glass 
replaced in the doors and 
window on thE back side 
of D-BLDG (DAMAGED)

5/22/14 1st Floor D-bldg Carpentry

Whitehaven Sr (2790) 3A I need a projection screen 
hung in the Libray

5/29/14 2nd Floor Library Carpentry

Whitehaven Sr (2790) 3A I  need base board 
installed on the wall in 
main office

6/4/14 1st Floor Main Office Carpentry



Whitehaven Sr (2790) 3A cafeteria door handle 
needs repair

6/4/14 1st Floor Cafeteria Carpentry

Whitehaven Sr (2790) 3A neeeds a cover over the  
new project switch /
safety hazard

6/4/14 2nd Floor Library Carpentry

Whitehaven Sr (2790) 3A side door to the cafeteria 
glass broken in door.

6/5/14 Carpentry

Whitehaven Sr (2790) 3A the front door on the main 
dome gym the door on the 
end the glass is broken.

6/5/14 Carpentry

Whitehaven Sr (2790) 3A the hand rail main building 
stairway the rail is loose.

6/5/14 Carpentry

Whitehaven Sr (2790) 3A I need the base board 
replaced on the handicap 
ramp

4/16/14 1st Floor B BLDG Carpentry

Whitehaven Sr (2790) 3A I need the floor tile 
replaced in the doorway

4/16/14 1st Floor D-BLDG Carpentry

Whitehaven Sr (2790) 3A I need the damaged celing 
tile replace cut around exit 
light

4/16/14 1st Floor D-Bldg Carpentry

Whitehaven Sr (2790) 3A I need 4 cases of celing 
tiles

4/21/14 1st Floor sbe office Carpentry



Whitehaven Sr (2790) 3A I need the stud removed or 
grind down trip hazzrd 
were the benches were 
secured and be moved

4/21/14 Grounds C&D Carpentry

Whitehaven Sr (2790) 3A I need the door and 
outside plexi glAss 
replaced badly damaged

4/22/14 1st Floor D-BLDG Carpentry

Whitehaven Sr (2790) 3A I have 2 thrash plate 
needs to be replaced in 
the D Bldg doorway

4/22/14 1st Floor D-BLDG Carpentry

Whitehaven Sr (2790) 3A I need 6 seat's  repaired in 
the AUD

4/22/14 1st Floor AUD Carpentry

Whitehaven Sr (2790) 3A I need floor tile and door 
plate replce in the 
entrance door and the 
doors leading to the 
stairlanding the buisness 
end of D

4/25/14 1st Floor D-Bldg Carpentry

Whitehaven Sr (2790) 3A DOOR GLASS FRAME 
HAS BEEN DAMAGED 
NEEDS TO BE 
REPAIRED

4/28/14 2nd Floor D-204 Carpentry

Whitehaven Sr (2790) 3A water is coming thru frame 
of the cross walk needs to 
be repaired

4/28/14 Carpentry

Whitehaven Sr (2790) 3A I need 3 cases of celing 
tile

1/13/14 Administration Area sbe office Carpentry

Whitehaven Sr (2790) 3A I need a L-shape instaled 
to keep parent from just 
walking straight to back 
without receptionist 
knowledge

3/26/14 1st Floor Main office Carpentry



Whitehaven Sr (2790) 3A ceiling tiles needs replace, 
in cafeteria needs a lift
to be replace, tile very dirty

3/11/14 Cafeteria ceiling tile Carpentry

Whitehaven Sr (2790) 3A Hallway base board needs 
replace

3/12/14 2nd Floor D - Building Carpentry

Whitehaven Sr (2790) 3A I need a tack board 
installed

3/17/14 1st Floor D-113 Carpentry

Whitehaven Sr (2790) 3A I need the white board 
relocated in the room

3/17/14 1st Floor D-113 Carpentry

Whitehaven Sr (2790) 3A I have bad door closer 
needs to be replaced

3/21/14 1st Floor B-outside door Carpentry

Whitehaven Sr (2790) 3A I need base cove replaced 
on the bottom of the locker

3/21/14 1st Floor C-hall Carpentry

Whitehaven Sr (2790) 3A I have a ceiling tile needs 
to be replaced on
 the steps hard to reach

3/21/14 1st Floor A-hall Carpentry

Whitehaven Sr (2790) 3A I need a kickstand door 
stop installed

3/24/14 1st Floor sbe office Carpentry

Whitehaven Sr (2790) 3A I need the cove base 
replaced in the AUD

3/24/14 1st Floor AUD Carpentry



Whitehaven Sr (2790) 3A I need base cove corner 
installed

3/24/14 1st Floor B& C Carpentry

Whitehaven Sr (2790) 3A The door lock is hard to 
open needs some help

3/26/14 1st Floor D111& C BLDG Carpentry

Whitehaven Sr (2790) 3A I need a base cove 
replaced

3/26/14 2nd Floor D-Bldg Carpentry

Whitehaven Sr (2790) 3A I need the AUD doors to 
be adjusted wated latch

3/31/14 1st Floor AUD DOORS Carpentry

Whitehaven Sr (2790) 3A I need 2 banner hung 3/31/14 Gym basketball court Carpentry

Whitehaven Sr (2790) 3A I need the rope on the flag 
pole repaired

4/1/14 Parking Lot front of school Carpentry

Whitehaven Sr (2790) 3A I need 38 banner hung will 
need a lift

4/2/14 Gym basketball court Carpentry

Whitehaven Sr (2790) 3A I need a door installed for 
safety reason

4/2/14 1st Floor MAIN OFFICE Carpentry

Whitehaven Sr (2790) 3A HANDLE GYM 
ENTRANCE DOOR-HAS 
FALLEN OFF-WON'T BE 
ABLE TO SECURE-
PLANT MGR STOUT 416-
3000 KLR

4/4/14 Carpentry



Whitehaven Sr (2790) 3A This is a new request this 
work has not been 
completed 
wo # 426276 

4/7/14 Gym basketball court Carpentry

Whitehaven Sr (2790) 3A I need 3 hasp installed on 
file cabinet in the 
classroom to secure 
supplies

4/8/14 2nd Floor D-204 Carpentry

Whitehaven Sr (2790) 3A WINDOW WILL NOT 
CLOSE in ROOM B103  
per Mr. Stout, Plant Mgr. 
416.3000

4/9/14 Carpentry

Whitehaven Sr (2790) 3A I NEED THE OUTSIDE 
WINDOW REPAIRED 
CANT SECURE

4/9/14 1st Floor B-104 Carpentry

Whitehaven Sr (2790) 3A i have a sign that was 
removed in between C&D 
Building  the metal was left 
is is sharp and a tripping 
hazzard (safety reasons )

4/14/14 Parking Lot grounds Carpentry

Whitehaven Sr (2790) 3A Ms Young the prinical 
office needs hasp on file 
cabinet

3/5/14 1st Floor D - Building Carpentry

Whitehaven Sr (2790) 3A I need the floor tile 
replaced were the A&B 
were the floor meet up.1st 
and 2nd. flr.

3/7/14 2nd Floor A & B Carpentry

Whitehaven Sr (2790) 3A I NEED THE DOOR 
REPAIRED CANT 
SECURE

1/9/14 1st Floor A-114 Carpentry

Whitehaven Sr (2790) 3A I need a bullenton board 
installed

1/9/14 1st Floor A-114 Carpentry



Whitehaven Sr (2790) 3A I need a chalk Board 
secured to the wall

1/9/14 2nd Floor A-208 Carpentry

Whitehaven Sr (2790) 3A DOOR CLOSER BROKEN 
NEEDS TO BE 
REPAIRED

11/14/13 1st Floor AUD Carpentry

Whitehaven Sr (2790) 3A I need the ladies & men 
doors locks repaired

11/15/13 1st Floor Main Office Carpentry

Whitehaven Sr (2790) 3A Toilet Seat needs replace, 
C - Area 2nd Fl Girls & 
Boys
toilet seat needs replace, 
Music Hall restroom Girls 
1st stall & Boys 1st stall 
toilet seat needs replace, 
GYM

11/15/13 1st Floor ROTC Office Carpentry

Whitehaven Sr (2790) 3A The door closer is broken 
needs to be repaired

12/5/13 Cafeteria serving Line Carpentry

Whitehaven Sr (2790) 3A The celing tile needs to be 
replaced over the walk-in

12/5/13 Cafeteria kitchen Carpentry

Whitehaven Sr (2790) 3A I need 2 door closer 
repaired one located  2nd 
floor next to B-205 and 
one in the D-BLDG 
OUTSIDE DOOR  
buisness end

12/10/13 1st Floor B-hall D-bLDG Carpentry

Whitehaven Sr (2790) 3A I need 3 bullenton boards 
installed

12/10/13 Administration Area Main Office Carpentry

Whitehaven Sr (2790) 3A door closer needs replace 12/10/13 Library 1st Floor Carpentry



Whitehaven Sr (2790) 3A ceiling tile needs replace/ 
needs lift , the lift in the 
Auditorium from electrican

1/2/14 Auditorium 1st Floor Carpentry

Whitehaven Sr (2790) 3A I need the desk repaired in 
the  guidance

1/3/14 1st Floor gud. Carpentry

Whitehaven Sr (2790) 3A chalkboard 4 ft x 3 black/ 
needs mount on wall

1/6/14 2nd Floor A208 Carpentry

Whitehaven Sr (2790) 3A I need the lock repaired in 
the equipment room some 
one broke it trying to break 
into it

1/15/14 Athletic Field stadium Carpentry

Whitehaven Sr (2790) 3A I have several ceiling tiles 
needs to be replaced in a 
very high ceiling that has 
fallen out you will need a 
lift

1/27/14 1st Floor cafeteria Carpentry

Whitehaven Sr (2790) 3A The stall doors needs to 
be reinstall torn down

1/28/14 Gym boysrestroom Carpentry

Whitehaven Sr (2790) 3A I need a white board and a 
chalk board installed in the 
classroom

1/29/14 1st Floor D-113 Carpentry

Whitehaven Sr (2790) 3A I need 2 sets of outside 
doors to be adjusted will 
not close

1/31/14 1st Floor D-Building Carpentry

Whitehaven Sr (2790) 3A I need a stall door eplaced 
boyrestroom

1/31/14 Gym stall door Carpentry



Whitehaven Sr (2790) 3A ENTRANCE DOOR C 
BLDG-NOT CLOSING, 
HINGE BROKEN-WON'T 
BE ABLE TO SECURE-
PLANT MGR STOUT 416-
3000 KLR

1/31/14 Carpentry

Whitehaven Sr (2790) 3A I need a ceiling tile cut 
around a sprinkler head

2/3/14 2nd Floor D-201 Carpentry

Whitehaven Sr (2790) 3A the door cross from band 
room leaking in the 
building

2/4/14 1st Floor Band Hallway Carpentry

Whitehaven Sr (2790) 3A I NEED A HASP 
INSTALLED ON MY FILE 
CABINET

2/5/14 1st Floor SBE OFFICE Carpentry

Whitehaven Sr (2790) 3A I need celing tiles changed 
out very high celing

2/5/14 Gym Lobby Carpentry

Whitehaven Sr (2790) 3A The door lock needs to be 
repaired or replaced

2/5/14 Restroom (Boys) main office Carpentry

Whitehaven Sr (2790) 3A I need the door lock 
repaired or replaced

2/5/14 Restroom (Girls) main office Carpentry

Whitehaven Sr (2790) 3A Back outside door by the 
Main Office the catch is 
sticking
preventing the door from 
locking

2/5/14 1st Floor D Building Carpentry

Whitehaven Sr (2790) 3A I HAVE 2 STALL DOORS  
NEED TO BE RE-
INSTALLED

2/7/14 Gym GIRL&BOYRESTROOM Carpentry



Whitehaven Sr (2790) 3A ENTRANCE DOOR TO B 
BLDG STAIRWELL-NOT 
LOCKING-WON'T BE 
ABLE TO SECURE-
PLANT MGR STOUT 416-
3000 KLR

2/10/14 Carpentry

Whitehaven Sr (2790) 3A DOOR HANGING FROM 
HINGES FRONT LOBBY 
AREA
PLANT MGR-
STOUT/416.3000

2/12/14 Carpentry

Whitehaven Sr (2790) 3A I have 10 chairs needs to 
be repaired

2/14/14 1st Floor AUD Carpentry

Whitehaven Sr (2790) 3A C-Section the door lock 
will not turn  needs to help

2/17/14 1st Floor hall doors Carpentry

Whitehaven Sr (2790) 3A flag pole rope needs to be 
repaired

2/20/14 Grounds front of school Carpentry

Whitehaven Sr (2790) 3A OUTSIDE DOOR WONT 
CLOSE IN RM-D106B
PLANT MGR-
STOUT/416.3000

2/24/14 Carpentry

Whitehaven Sr (2790) 3A THE KEY WILL NOT 
TURN THE LOCK

2/25/14 Gym SUPPLY ROOM Carpentry

Whitehaven Sr (2790) 3A Door leading to the 
epuipment room needs a 
glass replaced

2/26/14 Athletic Field stadium Carpentry

Whitehaven Sr (2790) 3A THE WALL NEEDS TO BE 
REPAIRED SAFETY 
ISSUE THE CORNER OF 
THE WALL HAS MEDAL 
STCKING OUT

2/26/14 1st Floor A-Hall Carpentry



Whitehaven Sr (2790) 3A per mr stout 416-3000 
room A202 can't close 
window can't secure

2/27/14 Carpentry

Whitehaven Sr (2790) 3A I need the door closer 
repaired

2/27/14 2nd Floor A-202 Carpentry

Whitehaven Sr (2790) 3A D building door needs to 
be adjusted

2/27/14 1st Floor outside door Carpentry

Whitehaven Sr (2790) 3A I have a broken door 
closer in need of repair

9/13/13 1st Floor c-Hall Carpentry

Whitehaven Sr (2790) 3A The door cylinder is 
spinning needs to be 
repaired

9/16/13 Cafeteria kitchen Carpentry

Whitehaven Sr (2790) 3A WINDOW RM B103-THE 
ENTIRE BOTTOM IS 
COMPLETELY OUT-
FRAME & TRACK 
DAMAGED-WON'T BE 
ABLE TO SECURE-
PLANT MGR STOUT 416-
3000 KLR

9/16/13 Carpentry

Whitehaven Sr (2790) 3A I need the door to be 
adjusted can not secure 
the room

9/17/13 1st Floor A-110 Carpentry

Whitehaven Sr (2790) 3A The crash bar needs to be 
repaied on the hall panic 
doors

9/18/13 1st Floor b-section Carpentry

Whitehaven Sr (2790) 3A C area eight door holder  
are needed

9/19/13 1st Floor & 2nd Floor Carpentry



Whitehaven Sr (2790) 3A eight broken chair needs 
repair

9/19/13 Auditorium 1st Floor Carpentry

Whitehaven Sr (2790) 3A The gate need to be 
repaired fell down

9/23/13 Athletic Field stadium Carpentry

Whitehaven Sr (2790) 3A B HALL ENTRANCE 
DOOR-NOT LOCKING-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
STOUT 416-3000 KLR

9/26/13 Carpentry

Whitehaven Sr (2790) 3A I need the stall door 
reinstalled been pull down 
in girlrestroom located 
across fromm room D-124

9/26/13 Restroom (Girls) D-BLDG Carpentry

Whitehaven Sr (2790) 3A BLEACHERS NOT 
COMING OUT ON THE 
BOYS' SIDE PER SBE 
THEY ARE HAVING A 
GAME-PLANT MGR 
STOUT 416-3000 KLR

9/30/13 Carpentry

Whitehaven Sr (2790) 3A i need the door closer 
repaired located on the 
aud hall door

10/3/13 1st Floor B-hall Carpentry

Whitehaven Sr (2790) 3A ceiling tile needs replace 
spec. cut 

10/7/13 1st Floor C-216 Carpentry

Whitehaven Sr (2790) 3A Girl Restroom stall door 
needs replace

10/7/13 1st Floor Band Hall Carpentry

Whitehaven Sr (2790) 3A Girl Restroom stall door 
needs repair next rm D204

10/7/13 2nd Floor D - Hallway Carpentry



Whitehaven Sr (2790) 3A Stall door needs replace 10/7/13 2nd Floor D - Hallway Carpentry

Whitehaven Sr (2790) 3A next room D -204 stall 
door needs replace

10/7/13 2nd Floor restroom Carpentry

Whitehaven Sr (2790) 3A Girls restroom needs 
repair

10/7/13 2nd Floor stall door Carpentry

Whitehaven Sr (2790) 3A I NEED THE DOOR TO 
BE ADJUSTED TO 
CLASSROOM DOOR 
CANT SECURE

10/10/13 1st Floor A-114 Carpentry

Whitehaven Sr (2790) 3A The ouside door needs to 
be adjusted will not close 
properly

7/18/13 1st Floor D-Bldg Carpentry

Whitehaven Sr (2790) 3A I need a whiteboard 
unatalled in A-108

7/23/13 1st Floor A-108 Carpentry

Whitehaven Sr (2790) 3A I need a 4x4 bullentin 
board installed 

7/23/13 1st Floor Guidance Carpentry

Whitehaven Sr (2790) 3A I NEED A CELING TILE 
REPLACE CUT AROUND 
SPINKLER HEAD IN THE 
HALL ACROSS FROM  D-
110

7/25/13 1st Floor D-BLDG HALL Carpentry

Whitehaven Sr (2790) 3A Power door C south exit 
door don't close, music 
rm# C115  next stairland 
outside door don't close, 
out side door next to 
cafeteria don't close

7/29/13 1st Floor Carpentry



Whitehaven Sr (2790) 3A OUTSIDE WINDOW 
WONT SHUT IN  RM-105, 
CANT SECURE
PLANT MGR-
MCFARLAND/416.3000

7/29/13 Carpentry

Whitehaven Sr (2790) 3A REAR DOOR TO THE C 
BLDG WILL NOT LOCK 
CYLINDER FELL OUT. 
OUT BLDG CANNOT BE 
SECURED. SBE STOUT 
416-3000

7/30/13 Carpentry

Whitehaven Sr (2790) 3A Window needs some work 
will not close 

7/30/13 2nd Floor A 206 Carpentry

Whitehaven Sr (2790) 3A I need 2 whiteboards 
installed

7/30/13 A 209 Carpentry

Whitehaven Sr (2790) 3A I need the door cylinder to 
be repaired key get stuck 
in it

7/30/13 Trophy room Carpentry

Whitehaven Sr (2790) 3A I need the window to be 
repaired can not secure

7/30/13 A 106 Carpentry

Whitehaven Sr (2790) 3A I need some repair work to 
the dividing wall

7/30/13 D 112 Carpentry

Whitehaven Sr (2790) 3A I need a white board 
installed

8/1/13 A114 Carpentry

Whitehaven Sr (2790) 3A Cabinet is pulled away 
from the wall need to be re 
mounted in the childcare 
room

8/6/13 1st Floor D-104 Carpentry



Whitehaven Sr (2790) 3A The cabinet door needs to 
be reppaired

8/7/13 1st Floor D-113 Carpentry

Whitehaven Sr (2790) 3A I need 4 hooks placed in 
the wall so we can keep 
the door up for the student 
safety loacton band hall & 
music hall 

8/7/13 1st Floor hall doors Carpentry

Whitehaven Sr (2790) 3A I need to white Boards 
installed

8/9/13 1st Floor A-114 Carpentry

Whitehaven Sr (2790) 3A I need the gate repaired 
safety issue

8/12/13 Grounds childcare playground Carpentry

Whitehaven Sr (2790) 3A I need the white board 
relocated in the room

8/12/13 1st Floor A-108 Carpentry

Whitehaven Sr (2790) 3A The outside door needs 
some work the crash bar 
get stuck want secure

8/12/13 Cafeteria tiger den Carpentry

Whitehaven Sr (2790) 3A The latch on the stall door 
needs to be repaired

8/15/13 2nd Floor Boyrestroom Carpentry

Whitehaven Sr (2790) 3A I NEED 2 WHITE 
BOARDS INSTALLED

8/16/13 2nd Floor A-207 Carpentry

Whitehaven Sr (2790) 3A i need the door glass 
replced in the adjacent 
room of the band

11/22/13 1st Floor band Carpentry



Whitehaven Sr (2790) 3A I need the pad install on 
the wall for basketball 
season

11/25/13 Gym gym Carpentry

Whitehaven Sr (2790) 3A C building can't secure 
outside door panic bar not 
working per Mr. Stout 416-
3000

11/26/13 Carpentry

Whitehaven Sr (2790) 3A The WINDOW in ROOM 
B103 cannot be 
SECURED per Mr. Stout, 
Plant Mgr. 416.3000

12/4/13 Carpentry

Whitehaven Sr (2790) 3A I need the window repaired 12/5/13 1st Floor B-103 Carpentry

Whitehaven Sr (2790) 3A I need a bullunton board 
relocated

12/5/13 1st Floor guidance Carpentry

Whitehaven Sr (2790) 3A I need the counter top 
repaired

10/17/13 1st Floor A BLDG OFFICE Carpentry

Whitehaven Sr (2790) 3A I NEED 2 WHITEBOARD 
INSTALLED

10/17/13 1st Floor A-108 Carpentry

Whitehaven Sr (2790) 3A I need 1 white board 
installed

10/17/13 2nd Floor A-209 Carpentry

Whitehaven Sr (2790) 3A I need a hasp installed on 
the file cabinet in principal 
office

10/17/13 1st Floor principal office Carpentry



Whitehaven Sr (2790) 3A I need to doors adjusted 
rubbing the floor

10/23/13 2nd Floor breeze way Carpentry

Whitehaven Sr (2790) 3A I need the door to be 
repaired can't secure the 
room

10/23/13 1st Floor A-114 Carpentry

Whitehaven Sr (2790) 3A I need the door hardware 
repaired the stairlanding 
next room B-106

10/29/13 1st Floor Stairlanding door Carpentry

Whitehaven Sr (2790) 3A I need the classroom 
window repaired cannot 
secure

11/5/13 1st Floor B-104 Carpentry

Whitehaven Sr (2790) 3A I have a key broke off into 
the door

11/5/13 Gym coach office Carpentry

Whitehaven Sr (2790) 3A I can't secure D-BLDG 
OFFICE door needs to be 
adjusted

11/7/13 1st Floor D-BLDG Carpentry

Whitehaven Sr (2790) 3A Auditorium door closer 
needs repair

11/7/13 1st Floor front door by Carpentry

Whitehaven Sr (2790) 3A The outside door of B-hall 
door closer needs to be 
repaired

11/8/13 1st Floor B-Hall Carpentry

Whitehaven Sr (2790) 3A door closer needs replace 11/8/13 Gym Girls restroom Carpentry



Whitehaven Sr (2790) 3A door closer needs replace 11/11/13 Gym Boys Restroom Carpentry

Whitehaven Sr (2790) 3A main entrance door D 
building panic bar not 
working and can't secure 
per Ms. McFarland 416-
3000

11/11/13 Carpentry

Whitehaven Sr (2790) 3A Floor tile needs repair 11/11/13 1st Floor B104 Carpentry

Whitehaven Sr (2790) 3A outside door to ROTC bldg 
can't open, broken handle 
per Mr. Stout 416-3000

11/13/13 Carpentry

Whitehaven Sr (2790) 3A I need to add a white 
board in classroom A-108

9/5/13 1st Floor A-108 Carpentry

Whitehaven Sr (2790) 3A I NEED THE WHITE 
BOARD LOWERED

9/6/13 1st Floor D-107 Carpentry

Whitehaven Sr (2790) 3A I NEED 2 WHITE BOARD 
INSTALLED

10/15/13 1st Floor A-108 Carpentry

Whitehaven Sr (2790) 3A The crash bar is not 
working it clicking but will 
not open

7/1/13 1st Floor Main Bllg Carpentry

Whitehaven Sr (2790) 3A The crash bar is not 
working

7/10/13 1st Floor C-Bldg Carpentry



Whitehaven Sr (2790) 3A Broken bench needs 
replace / safety hazardous

8/22/13 Grounds Stadium Carpentry

Whitehaven Sr (2790) 3A storage closet door jam/ 
cylinder turn

8/23/13 2nd Floor Rm#204 Carpentry

Whitehaven Sr (2790) 3A weight room - stall door 
missing

8/23/13 Grounds Stadium Carpentry

Whitehaven Sr (2790) 3A Boys restroom stall door 
needs repair

8/27/13 2nd Floor C - 2 Carpentry

Whitehaven Sr (2790) 3A I NEED THE DOOR TO 
BE ADJUSTED WILL NOT 
LOCK

8/30/13 2nd Floor C-204 Carpentry

Whitehaven Sr (2790) 3A The door closer needs to 
be replaced broken 
located the outsde door 
next to B-103

9/4/13 1st Floor B-Hall Carpentry

Whitehaven Sr (2790) 3A I need the swinging door in 
A-Bldg office repaire 
hionge is broken

9/5/13 1st Floor A-Bldg Carpentry

Whitehaven Sr (2790) 3A I need the window 
repaired frame is loose

6/19/14 C-204 Carpentry

Whitehaven Sr (2790) 3A I need 12 pieces of 
damaged tile replaced cut 
around speaker and vents

6/20/14 1st Floor Rotc Carpentry



Whitehaven Sr (2790) 3A I am requesting the 
damaged tile be replaced

6/12/14 1st Floor D-106B Carpentry

Whitehaven Sr (2790) 3A Locker need to be 
mounted to the wall

6/13/14 1st Floor rotc Carpentry

Whitehaven Sr (2790) 3A Hanging boards in the hall 6/13/14 main hall Carpentry

Whitehaven Sr (2790) 3A I need the door closer 
repaired on the door 
leading to girl locker room

6/17/14 Gym Girl locker room Carpentry

Whitehaven Sr (2790) 3A I am requesting a new flag 
please 

4/14/14 Grounds main entrance Carpentry

Whitehaven Sr (2790) 3A I needs some hooks 
installed in the wall for the 
stairlanding door to 
support the doors ( safety 
issue)

1/13/14 1st Floor Main BLDG Carpentry

Whitehaven Sr (2790) 3A Table needs to be repaired 
the weld has come loose

5/15/14 Kitchen kitchen Carpentry

Whitehaven Sr (2790) 3A Seven (7) Rooftop units 
NOT COMING ON A201 - 
D201, D110, D107, D106 
and D106A and one (1) Air 
Handler in D104 per Mr. 
Stout, Plant Mgr at 
901.416.3000.

7/12/13 Electrical

Whitehaven Sr (2790) 3A The light in the C-hall will 
not come on very dark 
needs to be repaired

5/8/14 Restroom (Boys) C-hal Electrical



Whitehaven Sr (2790) 3A PARTIAL OUTAGE-NO 
POWER IN C BLDG 
BOOKRMS & RR'S-
PLANT MGR STOUT 416-
3000 KLR

5/8/14 Electrical

Whitehaven Sr (2790) 3A The milk box is not 
working 

5/12/14 Kitchen serving line Electrical

Whitehaven Sr (2790) 3A A/C LIBRARY-NOT 
COMING ON-PLANT 
MGR STOUT 416-3000 
KLR

5/13/14 Electrical

Whitehaven Sr (2790) 3A I need the light replaced in 
the AUD i have a lot of 
light out 

5/22/14 1st Floor AUD Electrical

Whitehaven Sr (2790) 3A I need 4 cases of floresant 
tube F-32ts/741/ecomax

5/27/14 Administration Area sbe office Electrical

Whitehaven Sr (2790) 3A I have a bad ballast needs 
to be replaced in the room 
next to AUD

5/28/14 1st Floor ticket booth Electrical

Whitehaven Sr (2790) 3A I need power for the  
projection screen in the 
Library

5/29/14 2nd Floor Library Electrical

Whitehaven Sr (2790) 3A the 2 light fixtures in the 
counselor office area has 
bad ballast.

6/6/14 e 205 Electrical

Whitehaven Sr (2790) 3A I need more light installed 6/6/14 1st Floor D-106B Electrical



Whitehaven Sr (2790) 3A UNIT IS MAKING NOISE 
IN RM-B205
PLANT MGR-
STOUT/416.3000

4/21/14 Electrical

Whitehaven Sr (2790) 3A The light is not working 4/22/14 Gym boyslocker room Electrical

Whitehaven Sr (2790) 3A A bldg OUTSIDE LIGHT 
NOT WORKING IN THE 
ENTRANCES WAY

4/22/14 Parking Lot main entrances Electrical

Whitehaven Sr (2790) 3A FIRE ALARM SYSTEM-
SHOWING TROUBLE-
PLANT MGR STOUT 416-
3000 KLR

4/24/14 Electrical

Whitehaven Sr (2790) 3A I have 3 bad ballast needs 
to be repaired

4/24/14 1st Floor B-HALL Electrical

Whitehaven Sr (2790) 3A I HAVE POWER OUT IN 
THE CLASSROOM

4/24/14 1st Floor D-106 Electrical

Whitehaven Sr (2790) 3A The clock in the b hall next 
to room b-205 needs to be 
repaired

4/28/14 2nd Floor B-HALL Electrical

Whitehaven Sr (2790) 3A I have 2 lights in the hall 
next to entrance does not 
work needs to be repaired

5/3/14 1st Floor A-Building Electrical

Whitehaven Sr (2790) 3A The outside light under the 
entrances way does not 
work needs to be repaired 
A=BDLG

5/3/14 Parking Lot outside light Electrical



Whitehaven Sr (2790) 3A I need a clock rebuilt 
outside of room B-100

4/15/14 1st Floor B-Hall Electrical

Whitehaven Sr (2790) 3A UNIT NOT COMING ON 
IN AUDIT.
PLANT MGR-
STOUT/277.1125

4/16/14 Electrical

Whitehaven Sr (2790) 3A I need light replaced 
burned out

4/16/14 Auditorium AUD Electrical

Whitehaven Sr (2790) 3A I have expose wired on the 
seat

4/16/14 Auditorium AUD Electrical

Whitehaven Sr (2790) 3A I HAVE 2 BAD BALLAST 
IN NEED OF REPAIR

7/15/13 2nd Floor A-201 Electrical

Whitehaven Sr (2790) 3A FIRE  ALARM IS 
SHOWING SYSTEM 
TROUBLE. SBE STOUT 
416-3000

7/16/13 Electrical

Whitehaven Sr (2790) 3A The light will not turn off by 
the switch

3/26/14 2nd Floor Library Electrical

Whitehaven Sr (2790) 3A change clock daylight 
savings time

3/10/14 1st Floor main office Electrical

Whitehaven Sr (2790) 3A clock needs to be reset for 
time chande

3/10/14 1st Floor through - out Electrical



Whitehaven Sr (2790) 3A I have  8 light burned out 
needs to be replaced or 
repaired

3/17/14 Gym basketball court Electrical

Whitehaven Sr (2790) 3A I need 32 compact 
flouresent bulds for the 
gym and the outside area 
etween C&D BLDG  
23W/ELS-M270K 120V 
60Hz 380ma

3/19/14 Gym LOBBY & OUTSIDE Electrical

Whitehaven Sr (2790) 3A I need 25 clock installed in 
A-BLDG classrooms for 
thesting purposes 1stt & 
2nd floor

3/21/14 1st Floor A-BLDG Electrical

Whitehaven Sr (2790) 3A I have a bad ballast 
located over the teacher 
desk

3/21/14 2nd Floor B-205 Electrical

Whitehaven Sr (2790) 3A I NEED THE DOOR 
MAGNET COVER 
REPLACED

3/21/14 1st Floor C-hALL Electrical

Whitehaven Sr (2790) 3A Lights will not  come on 
bad switch or ballast

3/24/14 Electrical

Whitehaven Sr (2790) 3A I have a bad ballast in light 
fixture next to room C-216 
& B-HALL next to room B-
219

3/24/14 2nd Floor C-Hall Electrical

Whitehaven Sr (2790) 3A Light fixture has a bad 
ballast

3/24/14 2nd Floor B-205 Electrical

Whitehaven Sr (2790) 3A I need 3 cases of 
flouresent tubes 
F32T8/741/ECOMAX

3/24/14 Administration Area sbe office Electrical



Whitehaven Sr (2790) 3A BAD BALLAST 3/26/14 1st Floor B-100 Electrical

Whitehaven Sr (2790) 3A PARTIAL POWER 
OUTAGE IN THE D BLDG - 
PM/STOUT 416-3000

3/28/14 Electrical

Whitehaven Sr (2790) 3A FIRE ALARM IN SYSTEM 
TROUBLE - PM/STOUT 
416-3000

3/31/14 Electrical

Whitehaven Sr (2790) 3A I have 2 clocks need to be 
rebuilt location  1st floor 
outside main office  2nd 
floor outside Library

4/1/14 2nd Floor A-BLDG Electrical

Whitehaven Sr (2790) 3A FIRE ALARM PANEL is in 
TROUBLE per Mr. Stout, 
Plant Mgr. 416.3000

4/2/14 Electrical

Whitehaven Sr (2790) 3A I need a exit sign installed 
by the door way

4/2/14 1st Floor Main Office Electrical

Whitehaven Sr (2790) 3A I need the clocks repaired 4/2/14 2nd Floor A-209 & LIBRARY Electrical

Whitehaven Sr (2790) 3A I have a bad ballast 4/7/14 1st Floor Main Office Electrical

Whitehaven Sr (2790) 3A I need the light lense 
replaced location outside 
cafeteria

4/7/14 Parking Lot light lense Electrical



Whitehaven Sr (2790) 3A I have a bad ballast 4/7/14 1st Floor B-100 Electrical

Whitehaven Sr (2790) 3A I need the ballast repaired 4/7/14 2nd Floor A-205 Electrical

Whitehaven Sr (2790) 3A I need the clock to be 
rebuilt

4/9/14 2nd Floor B-201 Electrical

Whitehaven Sr (2790) 3A UNIT VENT - RM B204 - 
NOT COMING ON - 
PM/STOUT 416-3000

4/11/14 Electrical

Whitehaven Sr (2790) 3A I have a bad light switch 4/14/14 Gym boyslocker Electrical

Whitehaven Sr (2790) 3A Bad Ballast 3/4/14 1st Floor c-stairlanding Electrical

Whitehaven Sr (2790) 3A HAS A HUMMING NOISE 
IN TH A BLDG - 2ND FLR - 
SBE CAN'T DETERMINE 
WHAT IT'S COMING 
FROM - PM/STOUT 416-
3000

3/6/14 Electrical

Whitehaven Sr (2790) 3A It is very dark in front of 
the main office the ballast 
is bad in the light fixture

3/7/14 1st Floor B-Building Electrical

Whitehaven Sr (2790) 3A FIRE ALARM SYSTEM-
GOING OFF-PLANT MGR 
STOUT 416-3000 KLR

3/7/14 Electrical



Whitehaven Sr (2790) 3A HEAT GYM AREA & AUTO 
SHOP-BOTH NOT 
COMING ON-PLANT 
MGR STOUT 416-3000 
KLR 

1/8/14 Electrical

Whitehaven Sr (2790) 3A next to storage rm ballast 
needs replace

11/13/13 1st Floor Girls restroom Electrical

Whitehaven Sr (2790) 3A ballast needs replace / 
back locker rm,
Girls locker rm three 
ballasts needs replace

11/15/13 Gym Boys Locker Rm Electrical

Whitehaven Sr (2790) 3A I need the clock rebuilt in 
the hall next to room B-
203

12/5/13 2nd Floor B-hall Electrical

Whitehaven Sr (2790) 3A NO POWER TO LIGHTS 
IN C-HALL 2ND FLR
PLANT MGR-
STOUT/416.3000

12/11/13 Electrical

Whitehaven Sr (2790) 3A HEAT RM B202-NOT 
COMING ON-PLANT 
MGR STOUT 416-3000 
KLR

12/12/13 Electrical

Whitehaven Sr (2790) 3A alarm panel in system 
trouble per Mr. Stout 416-
3000

12/16/13 Electrical

Whitehaven Sr (2790) 3A UNIT NOT COMING ON 
IN GYM 
PLANT MGR-CLAY/416-
8880

12/17/13 Electrical

Whitehaven Sr (2790) 3A I need the ballast repaired 
in the elevator

1/7/14 1st Floor elevator Electrical



Whitehaven Sr (2790) 3A Ballast needs replace 
Prinicpal office

1/7/14 1st Floor main office Electrical

Whitehaven Sr (2790) 3A Units are NOT COMING 
ON in Rooms A107, A109, 
and A207 per Mr. Stout, 
Plant Mgr. 416.3000

1/8/14 Electrical

Whitehaven Sr (2790) 3A Rm#3 ballast needs 
replace

1/14/14 2nd Floor DMZ Electrical

Whitehaven Sr (2790) 3A HEARS A HUMMING 
SOUND IN THE CAFE 
DON'T KNOW WHERE 
IT'S COMING FROM - 
NEED AN ELECTRICIAN - 
PM/STOUT 416-3000

1/15/14 Electrical

Whitehaven Sr (2790) 3A PUMP-7 MECH RM-
MAKING NOISES-PLANT 
MGR STOUT 416-3000 
KLR

1/15/14 Electrical

Whitehaven Sr (2790) 3A I need the light on the pole 
repaired 

1/15/14 Athletic Field stadium Electrical

Whitehaven Sr (2790) 3A Ballasts needs replace 1/15/14 1st Floor ROTC Office Electrical

Whitehaven Sr (2790) 3A Ballast needs replace 1/15/14 Library 2nd Floor Electrical

Whitehaven Sr (2790) 3A needs Five cases of 
Fluorescente 28\ Watt
F32T8/ADV841/XLL

1/15/14 1st Floor Lamps Electrical



Whitehaven Sr (2790) 3A Ballast needs replace 1/15/14 2nd Floor Rm#A202 Electrical

Whitehaven Sr (2790) 3A 2nd Floor by Rm# 208 & 
209A Light Switches 
don't work

1/16/14 Restroom (Boys) & Hallway Electrical

Whitehaven Sr (2790) 3A I NEED THE DOOR 
MAGNET REPAIRED

1/21/14 2nd Floor A-202 Electrical

Whitehaven Sr (2790) 3A UV IS MAKING NOISE IN 
LIBRARY.
PLANT MGR-
STOUT/416.3000

1/23/14 Electrical

Whitehaven Sr (2790) 3A I have 2 bad ballast one 
located by stirlanding and 
the other on the back side 
of the cafeteria

1/23/14 1st Floor C-HALL Electrical

Whitehaven Sr (2790) 3A The light switch in the AUD 
is not working

1/24/14 1st Floor AUD Electrical

Whitehaven Sr (2790) 3A The light's  on the elevator 
needs to bre repaired

1/24/14 1st Floor D-bldg Electrical

Whitehaven Sr (2790) 3A I need the ballast fixed in 
the hall by room C-203

1/28/14 2nd Floor C-HALL Electrical

Whitehaven Sr (2790) 3A POWER IS OUT @ PENN 
HOUSE ( TECH IS 
ALREADY ON SITE)
PLANT MGR-
STOUT/416.3000

1/29/14 Electrical



Whitehaven Sr (2790) 3A Hallway, ballast needs 
replace

1/29/14 2nd Floor DMZ Electrical

Whitehaven Sr (2790) 3A PARTIAL POWER 
OUTAGE IN GYM
PLANT MGR-
STOUT/277.1125

1/31/14 Electrical

Whitehaven Sr (2790) 3A I NEED A BALLAST 
REPAIRED AND LIGHT 
LENSE CLIP IS BROKEN

2/3/14 2nd Floor D-210 Electrical

Whitehaven Sr (2790) 3A I need the ballst repaired 
in the main office Ms 
Coleman

2/4/14 1st Floor principal office Electrical

Whitehaven Sr (2790) 3A The heater are not working 2/4/14 Gym locker rooms Electrical

Whitehaven Sr (2790) 3A I need more light on the 
stage 

2/5/14 Auditorium Stage Electrical

Whitehaven Sr (2790) 3A I have a bad ballast 2/5/14 1st Floor B-105 Electrical

Whitehaven Sr (2790) 3A I need a ballast replaced 2/6/14 1st Floor Teacher Lounge Electrical

Whitehaven Sr (2790) 3A FIRE ALARM IS IN 
TROUBLE
PLANT MGR-
STOUT/277.1125

2/6/14 Electrical



Whitehaven Sr (2790) 3A UNIT IS MAKING NOISE 
IN LIBRARY
PLANT MGR-
STOUT/277.1125

2/18/14 Electrical

Whitehaven Sr (2790) 3A I need two lenses and 
frames in the barbershop 
replaced

2/24/14 1st Floor D-106B Electrical

Whitehaven Sr (2790) 3A I have exposed wires on 
the door magnet located 
by the AUD

2/24/14 1st Floor C-Hall Electrical

Whitehaven Sr (2790) 3A The heater is very noisey 2/26/14 Athletic Field equipment room Electrical

Whitehaven Sr (2790) 3A FIRE ALARM IS IN 
TROUBLE
PLANT MGR-
STOUT/416.3000

2/27/14 Electrical

Whitehaven Sr (2790) 3A 2 bad ballast 2/27/14 Restroom (Boys) B-hall Electrical

Whitehaven Sr (2790) 3A I need lenses replaced in 
the restroom main office

2/27/14 Administration Area restrooms Electrical

Whitehaven Sr (2790) 3A FIRE ALARM SHOWING 
TROUBLE-PLANT MGR 
STOUT 416-3000 KLR

9/11/13 Electrical

Whitehaven Sr (2790) 3A 2nd floor C hall the lights 
are not coming on per Mr. 
Stout 416-3000

9/12/13 Electrical



Whitehaven Sr (2790) 3A I need 3 cases of light 
bulbs

9/12/13 Administration Area sbe office Electrical

Whitehaven Sr (2790) 3A I HAVE A BROKEN LIGHT 
LENSE & FRAME NEEDS 
TO BE REPLACED

9/13/13 1st Floor A-108 Electrical

Whitehaven Sr (2790) 3A ballasts needs replace/ 
across from room C - 204

9/13/13 2nd Floor Boys Restroom Electrical

Whitehaven Sr (2790) 3A LIGHTS IN THE 2ND FLR 
C HALL- RELAY IS 
HUMMING - NOT 
COMING ON - PM/STOUT 
416-3000

9/18/13 Electrical

Whitehaven Sr (2790) 3A LIGHTS HAVE NO 
POWER ON FOOTBALL 
FIELD
PLANT MGR-
STOUT/416.2790

9/19/13 Electrical

Whitehaven Sr (2790) 3A UV not cominG ON IN RM-
A102
PLANT MGR-
STOUT/277.1125

9/19/13 Electrical

Whitehaven Sr (2790) 3A two case of 90W Par38 
130V Fl an-129
light bulbs/ 2 case of 
youtube bulbs

9/19/13 1st Floor storage room Electrical

Whitehaven Sr (2790) 3A room A112 uv not coming 
on at all per Mr. Stout 416-
3000

10/1/13 Electrical

Whitehaven Sr (2790) 3A T he outside light is not 
working on the D-BLDG 
and gym

10/3/13 Parking Lot outside light Electrical



Whitehaven Sr (2790) 3A I have 2 bad ballast in the 
adjacent room of band and 
music

10/10/13 1st Floor Band & Music Electrical

Whitehaven Sr (2790) 3A i have a bad light switch in 
adjacent room in band

10/10/13 Band Electrical

Whitehaven Sr (2790) 3A FIRE ALARM SYSTEM-
SHOWING TROUBLE-
PLANT MGR STOUT 416-
3000 KLR

10/10/13 Electrical

Whitehaven Sr (2790) 3A FIRE ALARM IS IN 
SYSTEM TROUBLE. SBE 
STOUT 416-3000

7/18/13 Electrical

Whitehaven Sr (2790) 3A UV IS MAKING NOISE 
RM-A112(316)
SBE-STOUT/416-3000 

7/18/13 Electrical

Whitehaven Sr (2790) 3A UV NOT COMING ON IN 
EQUIPMENT RM (304)
SBE-STOUT/416-3000 

7/18/13 Electrical

Whitehaven Sr (2790) 3A I have 4 wall outlets not 
working

7/18/13 1st Floor c-section Electrical

Whitehaven Sr (2790) 3A I need light replaced in the 
AUD

7/23/13 Auditorium AUD Electrical

Whitehaven Sr (2790) 3A I need the light lense and 
the ballast replaced

7/25/13 1st Floor cafeteria Electrical



Whitehaven Sr (2790) 3A I need the screws taking 
out  of 2 fixture do not 
have a star wrench, need 
to change bulbs

7/25/13 1st Floor B-hall stairlading Electrical

Whitehaven Sr (2790) 3A I need 2 220  outlet 
installed for the printer 
/copier ASAP
for school regisration 

7/26/13 Cafeteria cafeteria Electrical

Whitehaven Sr (2790) 3A ballast needs replace 
A111, A113, A114,A 
Hallway in front of 114

7/29/13 1st Floor A Hallway Electrical

Whitehaven Sr (2790) 3A 2nd floor Girls restroom 
ballast/ C bulding 2nd floor 
west
hallway needs ballasts

7/29/13 2nd Floor C Building Electrical

Whitehaven Sr (2790) 3A Boyrestroom needs ballast 7/29/13 2nd Floor D -Building Electrical

Whitehaven Sr (2790) 3A FIRE ALARM SYSTEM IN 
TROUBLE -PM/STOUT 
416-3000

7/31/13 Electrical

Whitehaven Sr (2790) 3A I need 2 light lense cover 
replaced or repaired

8/1/13 Cafeteria & concession Electrical

Whitehaven Sr (2790) 3A POWER OUTAGE - 
PARTIAL ON THE 
SERVING LINE - 
PM/STOUT 416-3000

8/5/13 Electrical

Whitehaven Sr (2790) 3A The door magnet is not 
working  hall door next to 
library

8/6/13 2nd Floor A-Hall Electrical



Whitehaven Sr (2790) 3A I need a cover on the 
outlet located in the floor

8/6/13 Cafeteria serving line Electrical

Whitehaven Sr (2790) 3A I HAVE A BAD BALLAST 8/6/13 1st Floor D-113 Electrical

Whitehaven Sr (2790) 3A LIGHT - 2ND FLR - 
WON'T COME ON - 
PM/STOUT 416-3000

8/7/13 Electrical

Whitehaven Sr (2790) 3A I need the bell schedule 
changed

8/8/13 Administration Area main office Electrical

Whitehaven Sr (2790) 3A I need the themostat 
replaced or repaired 
broken

8/8/13 1st Floor D-131 & Main Office Electrical

Whitehaven Sr (2790) 3A i HAVE  ABAD BALLST IN 
ROOM d-107

8/12/13 1st Floor D-107 Electrical

Whitehaven Sr (2790) 3A LOSS POWER IN HALF 
THE CLASSROOM

8/14/13 1st Floor D-110 Electrical

Whitehaven Sr (2790) 3A The light switch on the 
walk -n has a short in it

8/14/13 Cafeteria kitchen Electrical

Whitehaven Sr (2790) 3A Boys and Girls restroom 
needs ballast,
band room needs ballast

8/14/13 2nd Floor C -2 Electrical



Whitehaven Sr (2790) 3A CSECTION Bad ballast 
needs to be replaced AND 
BAND ROOM OFFICE

8/15/13 1st Floor BAND RM & 
GIRLRESTROOM

Electrical

Whitehaven Sr (2790) 3A I need a ballast repaired 8/16/13 2nd Floor D-202 Electrical

Whitehaven Sr (2790) 3A ballasts needs replace 8/19/13 2nd Floor Rm#202 Electrical

Whitehaven Sr (2790) 3A PUMP IN MAIN LOBBY 
AREA-BROKE-SBE 
McFARLAND 416-3000 
KLR

8/19/13 Electrical

Whitehaven Sr (2790) 3A The door magnet for the A-
BLDG  next  to main office 
and next to the library 
needs to be repaired

11/18/13 1st Floor 1&2 floor Electrical

Whitehaven Sr (2790) 3A Ballast needs replace 
around classroom A111 
and A105

11/20/13 1st Floor Hallway Electrical

Whitehaven Sr (2790) 3A I have a outlet sparking 
fire in the classroom

11/22/13 1st Floor D-115 Electrical

Whitehaven Sr (2790) 3A THE OUTSIDE LIGHT 
ARE NOT WORKING

12/2/13 Parking Lot D-BLDG Electrical

Whitehaven Sr (2790) 3A Need the broken light 
lense repaired

12/3/13 1st Floor A-107 Electrical



Whitehaven Sr (2790) 3A Next to room b-200 bad 
ballst

12/3/13 2nd Floor hall Electrical

Whitehaven Sr (2790) 3A Ballasts needs replace by 
the outside doors

12/3/13 1st Floor Hallway Electrical

Whitehaven Sr (2790) 3A PARTIAL POWER 
OUTAGE IN GYM
PLANT MGR-
STOUT/277.1125

12/4/13 Electrical

Whitehaven Sr (2790) 3A I have a bad ballast 12/5/13 1st Floor rotc Electrical

Whitehaven Sr (2790) 3A The venta hood is very 
noisey needs some help

10/16/13 Kitchen kitchen Electrical

Whitehaven Sr (2790) 3A I have a partial power 
outage in rm D-107

10/23/13 1st Floor D-107 Electrical

Whitehaven Sr (2790) 3A I need a ballast repaired in 
the hall next to room A-206

10/23/13 1st Floor A-hall Electrical

Whitehaven Sr (2790) 3A LIGHTS - 2ND FLR C 
HALL - WON'T COME ON - 
SBE/STOUT 416-3000

10/24/13 Electrical

Whitehaven Sr (2790) 3A The stage  spot light's are 
not working

10/25/13 Auditorium stage Electrical



Whitehaven Sr (2790) 3A clocks need setting 
daylight saving time

11/4/13 1st Floor main office Electrical

Whitehaven Sr (2790) 3A I have to bad ballast in the 
weight room

11/5/13 Athletic Field stadium Electrical

Whitehaven Sr (2790) 3A D - 203, D -204 needs 
ballasts

11/11/13 2nd Floor Classrooms Electrical

Whitehaven Sr (2790) 3A I need the clock rebuilt in 
the hall in fron of main 
office

9/6/13 Administration Area B-hall Electrical

Whitehaven Sr (2790) 3A Outlets not working in 
Room C201 per Mr. Stout, 
Plant Manager at 
901.416.3000.

9/6/13 Electrical

Whitehaven Sr (2790) 3A RECEPTACLES 
SERVING LINE-HAVE NO 
POWER PER SBE-PLANT 
MGR STOUT 416-3000 
KLR

9/9/13 Electrical

Whitehaven Sr (2790) 3A I have 2 bad ballast in the 
D-BLDG HaLL 

9/9/13 1st Floor D-HALL Electrical

Whitehaven Sr (2790) 3A I have a bad ballst needs 
to be replaced

9/9/13 2nd Floor DMZ-1 Electrical

Whitehaven Sr (2790) 3A HALF OF THE 
RECEPTACLES IN RM 
D106-HAVE NO POWER-
AFFECTS THE CLASS-
PLANT MGR STOUT 416-
3000 KLR

10/15/13 Electrical



Whitehaven Sr (2790) 3A D - bldg. outside by the 
mech. shop right side light 
needs replace.

10/16/13 Grounds outside lights Electrical

Whitehaven Sr (2790) 3A FIRE ALARM SYSTEM IN 
ALARM - SBE/STOUT 416-
3000

7/2/13 Electrical

Whitehaven Sr (2790) 3A FIRE ALARM IS 
SHOWING TROUBLE 
(158).
SBE-STOUT/416-3000

7/2/13 Electrical

Whitehaven Sr (2790) 3A I have 2 bad ballast needs 
to be repaired

7/2/13 Gym boysdressing room Electrical

Whitehaven Sr (2790) 3A FIRE ALARM PANEL - IN 
TROUBLE - SBE/STOUT 
416-3000

7/11/13 Electrical

Whitehaven Sr (2790) 3A I need to cases of tube 
bulbs to replace burn out 
lamp thru out the school   
46807 Lamp,flr.rapid start 
25

7/11/13 1st Floor sbe office Electrical

Whitehaven Sr (2790) 3A FIRE ALARM - IN 
TROUBLE - SBE/STOUT 
416-3000

7/12/13 Electrical

Whitehaven Sr (2790) 3A two lights needs replace 8/22/13 1st Floor main entrance Electrical

Whitehaven Sr (2790) 3A Boys Locker Room lights 
needs replace

8/22/13 Stadium Electrical



Whitehaven Sr (2790) 3A NO POWER TO 
RECEPTACLES IN 
SCIENCE LAB RM C201-
PLANT MGR 
McFARLAND 416-3000 
KLR
NOTE:  JIM PATTERSON 
ON SITE

8/23/13 Electrical

Whitehaven Sr (2790) 3A needs ballast and light 
fixture needs replace,
thermostat for heater 
broken,
large floor Fan needs cord

8/23/13 Grounds Stadium Electrical

Whitehaven Sr (2790) 3A I have bad ballst in the 
classroom and the locker 
room ist floor next to A-100

8/29/13 1st Floor D-113& ALL HALL Electrical

Whitehaven Sr (2790) 3A I need 2 ballast repaired 
one in C-hall 2nd floor next 
to girl restroom and the girl 
restromm next to teacher 
lounge next to C-204

8/29/13 2nd Floor C-HALL & RR Electrical

Whitehaven Sr (2790) 3A The light switch is bad 
very dark

8/30/13 2nd Floor teacher lounge Electrical

Whitehaven Sr (2790) 3A FIRE ALARM PANEL - 
SHOWING SYSTEM 
TROUBLE - PM/STOUT 
416-3000

8/30/13 Electrical

Whitehaven Sr (2790) 3A I need 2 boxes of 
florensant lamps

9/3/13 Administration Area sbe office Electrical

Whitehaven Sr (2790) 3A I need  2ballast replaced in 
the hall next to room A-100

9/3/13 1st Floor A-100 Electrical

Whitehaven Sr (2790) 3A I HAVE A BAD BALLST 
NEEDS TO BE 
REPLACED

9/4/13 1st Floor D-113 & B-HALL Electrical



Whitehaven Sr (2790) 3A I need the thermostat re-
mounted to the wall

9/5/13 1st Floor A-107 Electrical

Whitehaven Sr (2790) 3A I need the clock rebuilt in 
the Library

6/20/14 2nd Floor Library Electrical

Whitehaven Sr (2790) 3A I have to bad breaker 
needs to be replaced in 
the panel located in  the 
gym

6/23/14 Gym basketball court Electrical

Whitehaven Sr (2790) 3A Monthly - Filter-
Whitehaven High - Refer 
to PM schedule details.

5/5/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UNIT HAS A BURNING 
SMELL IN A-BLDG 
OFFICE
PLANT MGR-
STOUT/277.1125

5/6/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A RTU - D205 - BLOWING 
NOT COOLING - 
PM/STOUT 416-3000

5/12/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UNIT VENTILATOR is 
MAKING A LOUD NOISE 
in the OFFICE inside the 
LIBRARY per Mr. Stout, 
Plant Mgr. 416.3000

5/14/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A/C MAIN OFC A BLDG-
MAKING NOISES & RTU 
D BLDG RM D129-NOT 
COOLING-PLANT MGR 
STOUT 416-3000 KLR

5/21/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A/C UNIT is NOT 
COOLING in the MAIN 
OFFICE in "D" building per 
Mr. Stout, Plant Mgr. 
416.3000

5/22/14 Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A UNIT NOT COOLING IN 
ROTC BLDG
PLANT MGR-
STOUT/277.1125

5/22/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A RTU RM DMZ4 & D126-
BOTH NOT COOLING-
PLANT MGR STOUT 416-
3000 KLR

4/22/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A/C GYM AREA-NOT 
COOLING-PLANT MGR 
STOUT 416-3000 KLR

4/22/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A CHILLER-2 IN ALARM-
PLANT MGR STOUT 416-
3000 KLR

4/23/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A RTU is NOT COOLING in 
ROOM D205 per Mr. 
Stout, Plant Mgr. 416.3000

4/23/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A/C UNITS are NOT 
COOLING in ROOMS 
C201, C204, and 
Teacher's Lounge in B-
Section per Mr. Stout, 
Plant Mgr. 416.3000

4/25/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A RTU C212, C215, C216, 
C218, C219, C220, & 
C220B-ALL NOT 
COOLING-PLANT MGR 
STOUT 416-3000  KLR

4/25/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A/C AUDITORIUM-NOT 
COOLING-PLANT MGR 
STOUT 416-3000 KLR

5/1/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Monthly - AirCmpress#015 
A/S 1fl mrm Whitehaven 
Sr - Refer to PM schedule 
details.

5/2/14 Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A Monthly - Oil Lube & Belt-
Whitehaven High - Refer 
to PM schedule details.

5/2/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A chiller in alarm 7/12/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UNIT in B100 will NOT 
COMING ON per Mr. 
Stout, Plant Mgr. 416.3000

4/7/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A per mr stout 416-3000 
auditorium is not cooling

4/7/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UNIT VENT IN - RMS 
A201 & B201 TOO HOT- 
ALMOST 90 DEGREES - 
PM/STOUT 416-3000

1/9/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A HEAT RM DMZ2-NOT 
HEATING-PLANT MGR 
STOUT 416-3000 KLR

11/13/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A HEAT CAFE MGR'S OFC-
NOT HEATING-PLANT 
MGR STOUT 416-3000 
KLR

11/13/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A THE KNOB TO THE UNIT 
VENTALATOR is broken 
needs to be replaced

11/13/13 1st Floor A-105 A-110 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A RTU NOT HEATING IN 
PRIN OFFICE D-BLDG
PLANT MGR-
STOUT/277.1125

11/18/13 Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A room B204. Has a bad 
face/bypass actuator. 

12/5/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Hot water Actuator Bypass 
Main Boiler Bad Please 
Repair 

12/5/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A per mr stout 416-3000 
gym has not heat it is 
blowing cold air

12/9/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A RTU NOT HEATING IN 
RM-D113
PLANT MGR-
STOUT/277.1125

12/9/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A 2-RTU NOT HEATING IN 
RM-D205,D112
PLANT MGR-
STOUT/416.3000

12/9/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A D104 blowing cold air per 
Mr. Stout 416-3000

12/10/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A per Mr. stout 416-3000 
C220B and D130 blowing 
cold air

12/10/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Room B200 has a bad 
actuator 

12/12/13 2nd Floor Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UNIT NOT HEATING IN 
G/LOCKER RM EAST  
PLANT MGR-CLAY/416-
8880

12/17/13 Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A BOILER-1 & BOILER-2-
BOTH NOT COMING ON-
PLANT MGR McFARLANE 
416-3000 KLR

1/3/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Monthly - Filter-
Whitehaven High - Refer 
to PM schedule details.

1/6/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A BOILER-1 MECH RM A 
BLDG-NOT COMING ON-
PLANT MGR McFARLANE 
416-3000 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A HEAT RM A107-NOT 
HEATING-PLANT MGR 
McFARLANE 416-3000 
KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A boiler down per Mr. Stout 
416-3000

1/7/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A per Mr. Stout 416-3000 the 
gym is blowing cold air

1/7/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A per Mr. Stout 416-3000 
gym has no heat

1/14/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Unit is NOT HEATING in 
the GYM per Mr. Stout, 
Plant Mgr. 416.3000

1/15/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Unit is NOT HEATING in 
the GYM per Mr. Stout, 
Plant Mgr. 416.3000

1/15/14 Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A HEAT TROPHY RM-NOT 
HEATING-PLANT MGR 
STOUT 416-3000 KLR

1/16/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A 2-RTU NOT HEATING IN 
RM-DMZ, D204
PLANT MGR-
STOUT/416.3000

1/22/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A HEAT ASST PRIN'S OFC-
OVERHEATING, TEMP IS 
76-PLANT MGR STOUT 
416-3000 KLR

1/22/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A HEAT RM D202-NOT 
HEATING-PLANT MGR 
STOUT 416-3000 KLR

1/22/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UNIT NOT HEATING IN 
MAIN OFFICE
PLANT MGR-
STOUT/277.1125

1/22/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A per stout 416-3000 D203 
and D204 are blowing cold 
air

1/23/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A 3-RTU NOT HEATING IN 
RM-D126,D130,D131
PLANT MGR-
STOUT/416.3000

1/24/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A per Mr. Stout 416-3000 the 
following rooms are 
overheating A208, A209, 
A205

1/28/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A HEAT D104-NOT 
HEATING-PLANT MGR 
STOUT 416-3000 KLR

1/28/14 Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A HEAT RM A110-NOT 
HEATING-PLANT MGR 
STOUT 416-3000 KLR

1/28/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A per Mr. Stout 416-3000 
DMZ1 and DMZ4 and 
D130 all blowing cold air

1/29/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A HEAT RM D127-NOT 
HEATING-PLANT MGR 
STOUT 416-3000 KLR

1/31/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A per mr stout 416-3000 
rooms D107, 104, 110 
blowing cold

2/3/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A RTU IN RM D130 - 
BLOWING COLD AIR - 
SHOWING 60 DEGREES - 
PM/STOUT 416-3000

2/18/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A AIR COMPRESSOR 
MECH RM-MAKING A 
HUMMING NOISE-PLANT 
MGR STOUT 416-3000 
KLR

2/19/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A CHILLER - MAIN BLDG - 
NOT COMING ON - 
PM/STOUT 416-3000

9/10/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A/C RMS A112, RIFLE 
RANGE, A103, & A206-
ALL NOT COOLING-
PLANT MGR STOUT 416-
3000 KLR

9/10/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UV NOT COOLING IN 
LIBRARY
PLANT MGR-
STOUT/416.3000

9/12/13 Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A Yearly - Oil Samples-
Westwood High - Refer to 
PM schedule details.

9/15/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Room C216 a/c not 
cooling per Mr. Stout 416-
3000

10/1/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Monthly - Oil Lube & Belt-
Whitehaven High - Refer 
to PM schedule details.

10/4/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A 8-UV NOT COOLING IN D-
BLDG OFFICE (108) RM-
D104, RM-D113, RM-
D115, RM-D127, RM-
D130, RM-D131, RM-
A110. 
SBE-STOUT/416-3000

7/24/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A RTU NOT COOLING IN 
GYM(151)  & FCU IN RM-
D210
PLANT MGR-
STOUT/416.3000

7/29/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A remove all freon from 
chiller so repairs can be 
made

7/31/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A/C IN RMS D131 & D129-
NOT COOLING-SBE 
STOUT 416-3000 KLR

8/5/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UNIT VENT 2790-066 RM 
C204 & RM 2790--254 
D113- 2790-082 RM 216  
ALL ARE BLOWING NOT 
COOLING PM/STOUT 416-
3000

8/7/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A The themostat need to be 
repaired broken located in 
the hall across from room 
C-216

8/7/13 2nd Floor hall Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A A/C IN RMS 128, 129, & 
130-ALL NOT COOLING-
SBE STOUT 416-3000 
KLR

8/14/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UV NOT COOLING IN 
MAIN OFFICE
PLANT MGR-
STOUT/416.3000

8/14/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A The on and off switch is 
broken needs to be 
repaired

8/14/13 1st Floor A-110 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A/C IN RM 129-NOT 
COOLING AGAIN PER 
SBE-SBE STOUT 416-
3000 KLR

8/15/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Room D129 is not cooling 
per Ms. McFarland 416-
3000

8/19/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UNIT NOT COOLING IN 
RM-C201(338)
PLANT MGR-
MCFARLAND/416.3000

8/19/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Cooling tower is stopped 
up and overflowing per 
Ms. McFarland 416-3000

8/20/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A D 104 blowing cold air per 
Mr. Stout 416-3000

11/18/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A D building RTU # 2 rm 131 
auto shop 
NO Heat!
Rtu 131 gas heat isn't 
working per Siemens 

11/21/13 Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A AIR COMPRESSOR HAS 
GONE OUT - PM/STOUT 
416-3000

11/21/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A BOILER OVERHEATING 
BLDG-SBE SAID TONY 
WRIGHT CALLED HIM-
PLANT MGR STOUT 416-
3000  KLR

11/25/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A RTU NOT HEATING IN 
CAFE.
PLANT MGR-
STOUT/416.3000

11/26/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A  BOILER & AIR 
COMPRESSOR NOT 
COMING ON
PLANT MGR-
STOUT/277.1125

12/2/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Unit Ventilator in ROOM 
A201 is HUMMING per Mr. 
Stout, Plant Mgr. 416.3000

12/2/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UV in room B205 is very 
noisy per Mr. Stout 416-
3000

12/2/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A both boilers are down per 
Mr. Stout 416-3000

12/3/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Unit Ventilator in Room 
B205 is HUMMING per Mr. 
Stout, Plant Mgr. 416.3000

12/4/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A room D131 not heating per 
Mr. Stout 416-3000

10/23/13 Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A AHU PACKAGE UNIT 
PRIN'S OFC-NOT 
HEATING-PLANT MGR 
STOUT 416-3000 KLR

10/24/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Monthly - AirCmpress#015 
A/S 1fl mrm Whitehaven 
Sr - Refer to PM schedule 
details.

11/1/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A replace cover back on unit 
/safety hazard - putting 
trash
in unit (kids)

11/1/13 2nd Floor RM#203B Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Panel needs repair/cover 
over unit fell safety hazard

11/1/13 2nd Floor Rm#A-207 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A ac unit in rm c-216 is 
leaking

11/6/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A RTU NOT HEATING IN 
RM-D126.
PLANT MGR-
STOUT/416.3000

11/6/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A RTU - RM 130 & 131 - 
BLOWING NOT HEATING 
- PM/STOUT 416-3000

11/12/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A & D buildings no heat 
blowing cold air per Mr. 
Stout 416-3000

11/13/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Monthly - Filter-
Whitehaven High - Refer 
to PM schedule details.

9/9/13 Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A Room D130 is not cooling 
per Mr. Stout 416-3000

9/9/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A tHE KNOB IS BROKEN 
NEEDS TO BE 
REPLACED

10/14/13 1st Floor A-114 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A MAIN CHILLER IS NOT 
COMING ON. SBE 
STOUT 416- 3000

7/1/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A CHILLER NOT COMING 
ON (181).
SBE-STOUT/416-3000

7/2/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A The circulation pump 
sound like something 
broken inside needs to be 
repaired 2790-308

7/11/13 Mechanical Room boiler room Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A/C RM 215-NOT 
COOLING-PLANT MGR 
WILLIAMS 416-7431 KLR

8/30/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A UV RMS C204, A112, & 
NURSE'S OFC-ALL NOT 
COOLING-PLANT MGR 
STOUT 416-3000 KLR

9/3/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A/C RM C216-NOT 
COOLING-PLANT MGR 
STOUT 416-3000 KLR

9/3/13 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A A/C UNIT is NOT 
COOLING in the "C" 
BUILDING in the ENTIRE 
WING on the SECOND 
FLOOR per Mr. Stout, 
Plant Mgr. 416.3000

6/19/14 Heating/Ventilation /Air 
Conditioning



Whitehaven Sr (2790) 3A The unit has a bad motor 7/17/13 2nd Floor A-201 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Yearly - Boiler 152-
Whitehaven Hi-New Gym 
1st Fl - Refer to PM 
schedule details.

3/9/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Yearly - Boiler 180 - 
Whitehaven Hi-A/S Bldg 
1st  - Refer to PM 
schedule details.

3/10/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A Yearly - Cooling Towers-
Whitehaven High - Refer 
to PM schedule details.

2/28/14 Heating/Ventilation /Air 
Conditioning

Whitehaven Sr (2790) 3A I need 2 area in guidance 
needs to be painted paint 
chipping

7/17/13 Administration Area Guidance Painting

Whitehaven Sr (2790) 3A next to cafeteria, stalls 
needs painting they are 
rusty
@ botton of stall and walls 
needs painting behind
stall area

8/21/13 1st Floor Boys Restroom Painting

Whitehaven Sr (2790) 3A I need one more parking 
space resevered  for the 
guidance

10/14/13 Grounds parking spot Painting

Whitehaven Sr (2790) 3A I am requesting to have A-
200 painted

6/12/14 2nd Floor A-200 Painting

Whitehaven Sr (2790) 3A I need some coaches 
boxes painted on gym 
floor

6/17/14 Gym gym Floor Painting



Whitehaven Sr (2790) 3A I need the offices doors 
painted that was installed 
in main office and D-BLDG 
Office

5/5/14 1st Floor main Office Painting

Whitehaven Sr (2790) 3A I need 2 room painted to 
improve teaching 
enviroment at principal 
request

6/6/14 1st Floor D-106 B D-104 Painting

Whitehaven Sr (2790) 3A GANG GRAFFITI IN 
AUDITORIUM ON SEATS-
PLANT MGR STOUT 416-
3000 KLR

4/17/14 Painting

Whitehaven Sr (2790) 3A GANG GRAFFITI G RR 
1ST FLR C BLDG-ON 
STALLS & BLOCK WALLS-
PLANT MGR STOUT 416-
3000 KLR

4/28/14 Painting

Whitehaven Sr (2790) 3A GANG GRAFFITI B/G 
RR'S B BLDG BACK SIDE 
OF BLDG BY BANDRM 
ON STALLS & B/G RR'S A 
BLDG UNDER 
STAIRWELL ON STALLS-
PLANT MGR STOUT 416-
3000  KLR

3/24/14 Painting

Whitehaven Sr (2790) 3A GRAFFITI IN B/RR 1ST 
FLR WALLS, STALLS
PLANT MGR-
DAVIS/416.8800

3/31/14 Painting

Whitehaven Sr (2790) 3A per mr stout 416-3000 
gang graffiti in boys 
restroom 2nd floor

3/31/14 Painting

Whitehaven Sr (2790) 3A In the boys and girls 
restrooms 1st floor  there 
is a large amount of 
graphic grafftti on the wall 
and stall doors. Due to 
thesewooden doors and 
the amount of graffitti  we 
are asking all stall doors to 

4/1/14 Restroom (Boys) A&C RESTROOMS Painting

Whitehaven Sr (2790) 3A GRAFFITI on WALLS in 
the BOY'S RR down C-
HALL per Mr. Stout, Plant 
Mgr. 416.3000

4/2/14 Painting



Whitehaven Sr (2790) 3A GRAFFITI IN B/RR 1ST 
FLR  A-BLDG
PLANT MGR-
STOUT/277.1125

4/8/14 Painting

Whitehaven Sr (2790) 3A GRAFFITI G RR C BLDG 
2ND FLR-ON STALLS-
PLANT MGR STOUT 416-
3000 KLR

4/11/14 Painting

Whitehaven Sr (2790) 3A GRAFFITI 1ST FLR B 
BLDG 1ST STAIRWELL 
ON METAL DOORS-
PLANT MGR STOUT 416-
300 KLR

4/14/14 Painting

Whitehaven Sr (2790) 3A GRAFFITI ON WALLS, 
STALLS IN B/RR 1ST FLR
PLANT MGR-
STOUT/277.1125

12/11/13 Painting

Whitehaven Sr (2790) 3A GRAFFITI B RR A BLDG 
1ST FLR ON BLOCK 
WALL-PLANT MGR 
STOUT 416-3000 KLR

1/22/14 Painting

Whitehaven Sr (2790) 3A GRAFFITI IN B-HALL
PLANT MGR-
STOUT/277.1125

1/28/14 Painting

Whitehaven Sr (2790) 3A GRAFFITI IN RM-
B106,G/RR 2ND FLR A-
BLDG
PLANT MGR-
STOUT/416.3000

1/28/14 Painting

Whitehaven Sr (2790) 3A GANG GRAFFITI on the 
BRICK WALL in the 
GIRL'S RR ON "C" HALL 
per Mr. Stout, Plant Mgr. 
416.3000.

2/5/14 Painting

Whitehaven Sr (2790) 3A GRAFFITI A BLDG B RR 
1ST FLR ON BLOCK & 
STALL WALLS-PLANT 
MGR STOUT 416-3000 
KLR

2/13/14 Painting



Whitehaven Sr (2790) 3A GRAFFITI IN G/RR 2ND 
FLR WALLS, STALLS 
PLANT MGR-
STOUT/277.1125

2/19/14 Painting

Whitehaven Sr (2790) 3A GRAFFITI OUTSIDE 
DOORS OF A-BLDG
PLANT MGR-
STOUT/277.1125

2/20/14 Painting

Whitehaven Sr (2790) 3A GRAFFITI IN A-BLDG 
B/RR 1ST FLR, D-BLDG 
B/RR BY-RM-D107
PLANT MGR-
STOUT/416.3000

9/12/13 Painting

Whitehaven Sr (2790) 3A GRAFFITI IN G/RR A-
HALL 1ST FLR
PLANT MGR-
STOUT/277.1125

10/2/13 Painting

Whitehaven Sr (2790) 3A graffiti C hall next to choir 
room on wall in stair well
per Mr. Stout 416-3000

10/2/13 Painting

Whitehaven Sr (2790) 3A I NEED 4 PARKING 
SPACES LABLED FOR 
THE  GUIDEANCE 
COUNSEL

8/15/13 Parking Lot PARKING LOT Painting

Whitehaven Sr (2790) 3A GRAFFITI IN B/RR D-
BLDG
PLANT MGR-
STOUT/277.1125

11/18/13 Painting

Whitehaven Sr (2790) 3A GRAFFITI I HALLS & 
DOORS ON 2ND FLR .
PLANT MGR-
STOUT/416.3000

11/26/13 Painting

Whitehaven Sr (2790) 3A Graffiti near stairwell next 
to the BAND ROOM per 
Mr. Stout, Plant Mgr. 
416.3000

12/2/13 Painting



Whitehaven Sr (2790) 3A GANG GRAFFITI B BLDG 
STAIRWELL ON BLOCK 
WALL-PLANT MGR 
STOUT 416-3000 KLR

10/22/13 Painting

Whitehaven Sr (2790) 3A GRAFFITI IN G/RR 2ND 
FLR.
PLANT MGR-
STOUT/416.3000

11/8/13 Painting

Whitehaven Sr (2790) 3A GANG GRAFFITI B/G 
RR'S 2ND FLR ON 
BLOCK & STALL WALLS-
PLANT MGR STOUT 416-
3000 KLR

10/14/13 Painting

Whitehaven Sr (2790) 3A       paint plywood for 
shelve in building

7/9/13 Painting

Whitehaven Sr (2790) 3A GRAFFITI ON FOOTBALL 
FIELD.
PLANT MGR-
STOUT/416.3000

8/30/13 Painting

Whitehaven Sr (2790) 3A       paint ceiling 
grid.barber shop room

6/18/14 Painting

Whitehaven Sr (2790) 3A rm# D -204 needs painting 
/safety hazard

6/12/14 1st Floor D - 204 Painting

Whitehaven Sr (2790) 3A D -204 B needs painting, 
safety hazard

6/12/14 1st Floor D -204B Painting

Whitehaven Sr (2790) 3A per mr stout 416-3000 
graffiti in hall of DMZ 2nd 
floor

4/15/14 Painting



Whitehaven Sr (2790) 3A mop sink in C hall is 
stopped up per stout 416-
3000

2/28/14 Plumbing

Whitehaven Sr (2790) 3A urinals last boys locker 
room leaking

5/5/14 Gym Boys restroom Plumbing

Whitehaven Sr (2790) 3A science lab sink stop - up 5/7/14 2nd Floor C -212 Plumbing

Whitehaven Sr (2790) 3A per stout 416-3000 C 
building girls restroom sink 
is leaking

5/12/14 Plumbing

Whitehaven Sr (2790) 3A STEAMTABLE - LIGHT 
PILOTS - PM/WILLIAMS

5/12/14 Plumbing

Whitehaven Sr (2790) 3A The sink is leaking at the 
cut off

5/12/14 Restroom (Girls) C-Hall Plumbing

Whitehaven Sr (2790) 3A The toliet handle is broken 
and the water is not 
coming into the toliet

5/12/14 Restroom (Boys) Rotc Plumbing

Whitehaven Sr (2790) 3A SEWER GAS SMELL 
MAIN OFC AREA-PLANT 
MGR STOUT 416-3000 
KLR

5/16/14 Plumbing

Whitehaven Sr (2790) 3A Boys restroom across from 
rm#204 sink leaking

5/21/14 2nd Floor C -Hallway Plumbing



Whitehaven Sr (2790) 3A         back flow test 6/3/14 Plumbing

Whitehaven Sr (2790) 3A the toilet in the kitchen is 
very unstable.

6/5/14 Plumbing

Whitehaven Sr (2790) 3A Unit Ventilator is LEAKING 
in the LIBRARY per Mr. 
Stout, Plant Mgr. 416.3000

6/11/14 Plumbing

Whitehaven Sr (2790) 3A The unisex restroom is 
stopped up

4/16/14 1st Floor D-BLDG Plumbing

Whitehaven Sr (2790) 3A Unstop storm drains 4/29/14 Plumbing

Whitehaven Sr (2790) 3A The toliet is stopped up 
needs tp be repaired.

5/1/14 Restroom (Boys) AUD Plumbing

Whitehaven Sr (2790) 3A DRAINS - B RR IN THE 
GYM -FLOOR DRAIN 
BACKING UP - 
PM/MCFARLAND 416-
3000

5/2/14 Plumbing

Whitehaven Sr (2790) 3A CEILING - D BLDG 
PRIN'S OFC - LADIES RR 
- LEAKING THRU SHEET 
ROCK- PLANT MGR IS 
NOT SURE IF A PIPE 
HAS BUSTED. 
PM/MCFARLAND 416-
3000

5/2/14 Plumbing

Whitehaven Sr (2790) 3A I need the toliet to be 
repaired stopped up

4/15/14 Restroom (Girls) C-HaLL Plumbing



Whitehaven Sr (2790) 3A Handicap restroom is 
stopped up needs to be 
repaired

3/18/14 1st Floor D-Building Plumbing

Whitehaven Sr (2790) 3A Unstop storm drains 3/21/14 Plumbing

Whitehaven Sr (2790) 3A Stopped up toliet and 
leaking needs to be 
repaired

3/21/14 Restroom (Girls) B& D Plumbing

Whitehaven Sr (2790) 3A The compartment sink is 
leaking

3/21/14 Cafeteria kitchen Plumbing

Whitehaven Sr (2790) 3A I need the drain clean out 
in the parking lot in front of 
the school

4/9/14 Parking Lot main entry Plumbing

Whitehaven Sr (2790) 3A The toliet seat is broken 
needs to be replaced or 
repaired

4/10/14 Restroom (Boys) main office Plumbing

Whitehaven Sr (2790) 3A The unisex restroom is 
stopped up

4/10/14 2nd Floor B-hall Plumbing

Whitehaven Sr (2790) 3A I have a water fountain 
needs the handle repaired

4/14/14 2nd Floor B-BUILDING Plumbing

Whitehaven Sr (2790) 3A UV RM C216 C BLDG-
LEAKING-PLANT MGR 
STOUT 416-3000 KLR

4/14/14 Plumbing



Whitehaven Sr (2790) 3A The toilet is stopped up A-
Bldg 1st floor

3/7/14 Restroom (Boys) A-Building Plumbing

Whitehaven Sr (2790) 3A COMMODES ROTC 
BLDG-NOT FLUSHING 
PER SBE-MAY BE 
FROZEN-PLANT MGR 
STOUT 416-3000 KLR 

1/8/14 Plumbing

Whitehaven Sr (2790) 3A The sinks are stopped up 1/9/14 1st Floor A-Teacher Lounge Plumbing

Whitehaven Sr (2790) 3A Flush storm drains 11/13/13 Plumbing

Whitehaven Sr (2790) 3A The water fountain cover 
needs to be repaired 
keeps falling down

11/15/13 2nd Floor A-205 Plumbing

Whitehaven Sr (2790) 3A The faucett is stripped 
needs to be repaired

11/15/13 1st Floor boyrestroom Plumbing

Whitehaven Sr (2790) 3A I need the faucett repaired 
it stripped

11/15/13 1st Floor girl public restroom Plumbing

Whitehaven Sr (2790) 3A Girls restroom 1st stall 
leaking - D hallway Boys 
restroom
2nd Fl urinal stop -up

11/15/13 2nd Floor C - Area Plumbing

Whitehaven Sr (2790) 3A water fountain needs 
replace

11/15/13 Gym Girls Locker Rm Plumbing



Whitehaven Sr (2790) 3A The toliet is stopped up 
needs to be repaired

12/10/13 Restroom (Girls) c-section Plumbing

Whitehaven Sr (2790) 3A The TOLIET WANT 
FLUSH NEEDS TO BE 
REPAIRED

12/10/13 Restroom (Girls) Kitchen Plumbing

Whitehaven Sr (2790) 3A 2nd Floor - C -bldg. 1st 
stall want stop flushing,
C- Bldg.2nd fl back area 
girls restroom 1st stall, 
leaking

12/10/13 Restroom (Girls) Teacher Lounge Plumbing

Whitehaven Sr (2790) 3A Unstop main sewer in Gym 12/16/13 Plumbing

Whitehaven Sr (2790) 3A FLOOR DRAIN MEN'S RR 
C BLDG-BACKING UP 
RAW SEWAGE PER SBE-
PLANT MGR STOUT 416-
3000 KLR

12/17/13 Plumbing

Whitehaven Sr (2790) 3A The toliet needs to be 
replaced

12/18/13 Restroom (Girls) Library Plumbing

Whitehaven Sr (2790) 3A GAS smell in the 
CAFETERIA per Ms. 
McFarland, Plant Mgr. 
416.3100

1/3/14 Plumbing

Whitehaven Sr (2790) 3A The drains are stopped up 
needs to be repaired in 
between the C&D BLDG

1/14/14 Grounds parking lot Plumbing

Whitehaven Sr (2790) 3A 2nd stall leaking fron flush 
value

1/14/14 Gym Girls Restroom Plumbing



Whitehaven Sr (2790) 3A FLOOR DRAIN KITCHEN 
AREA-BACKING UP-
PLANT MGR STOUT 416-
3000 KLR

1/21/14 Plumbing

Whitehaven Sr (2790) 3A I have 2 stopped up toliet 
one in the girl and one in 
the boysrestroom by D-
125

1/23/14 1st Floor D-BLDG Plumbing

Whitehaven Sr (2790) 3A Flush storm drains. 1/27/14 Plumbing

Whitehaven Sr (2790) 3A 2nd stall value leaking 1/28/14 Gym Girl Restroom Plumbing

Whitehaven Sr (2790) 3A woman restroom clean-out 
drain needs  to be capped 
off, it is wide open

1/29/14 1st Floor Building Engineer Plumbing

Whitehaven Sr (2790) 3A The toliet is stopped up in 
the lobby area

1/30/14 Restroom (Girls) gym Plumbing

Whitehaven Sr (2790) 3A I need the toliet repaired it 
is stopped up 

1/31/14 Restroom (Boys) A-bldg Plumbing

Whitehaven Sr (2790) 3A I have 2 toliet stopped up  
needs to be repaired

1/31/14 Gym boys & girl restoom Plumbing

Whitehaven Sr (2790) 3A I need the sink repaired 
leaking before the health 
Dept. retuns

2/4/14 Cafeteria kitchen Plumbing



Whitehaven Sr (2790) 3A I have a Leaking drain 
pipe in the boiler room

2/7/14 Boiler Room Plumbing

Whitehaven Sr (2790) 3A I have a toliet stopped up 2/7/14 Restroom (Boys) A-BLDG Plumbing

Whitehaven Sr (2790) 3A TOILET is 
OVERFLOWING in the 
ROTC BUILDING per Mr. 
Stout, Plant Mgr. 416.3000

2/10/14 Plumbing

Whitehaven Sr (2790) 3A I need the sink 
compartment repaired 
water will not stay in

2/12/14 Cafeteria kitchen Plumbing

Whitehaven Sr (2790) 3A I have a toliet will not stop 
running needs to be 
repaired bad flush valve

2/12/14 Restroom (Boys) C-Hall Plumbing

Whitehaven Sr (2790) 3A I need the toliet repaired 
repaired stopped up

2/14/14 Restroom (Girls) A-BLDG Plumbing

Whitehaven Sr (2790) 3A CEILING IS LEAKING 
WATER IN BAND RM .
PLANT MGR-
STOUT/277.1125

2/19/14 Plumbing

Whitehaven Sr (2790) 3A The toliet is stopped up 
men's restroom 1st floor A-
Bldg

2/20/14 1st Floor teacher lounge Plumbing

Whitehaven Sr (2790) 3A The sink is stopped up in 
the art room

2/20/14 2nd Floor ART Plumbing



Whitehaven Sr (2790) 3A I have a pipe leaking 
leading to the hotwater 
tank

2/26/14 Mechanical Room bolier room Plumbing

Whitehaven Sr (2790) 3A  make various plumbing 
repair in restroom and 
hallways also cafeteria .

2/26/14 Plumbing

Whitehaven Sr (2790) 3A I have a another line 
leaking on the lower part 
of the hotwater tank

2/27/14 Mechanical Room boiler room Plumbing

Whitehaven Sr (2790) 3A STOPPED UP SINK 2/27/14 Restroom (Boys) B-HALL Plumbing

Whitehaven Sr (2790) 3A I have stopped up urinal 2/27/14 Restroom (Boys) C-Hall Plumbing

Whitehaven Sr (2790) 3A I need the toliet to be caulk 
around

2/27/14 1st Floor A-Teacher Lounge Plumbing

Whitehaven Sr (2790) 3A The Urinal is stopped up 2/27/14 Restroom (Boys) B-Hall Plumbing

Whitehaven Sr (2790) 3A THE WATER IS RUNNING 
OVER THE TOP OF THE 
COOLING TOWER

9/9/13 Plumbing

Whitehaven Sr (2790) 3A The toliet is over flowing 
needs to be repaired

9/10/13 Restroom (Boys) rotc Plumbing



Whitehaven Sr (2790) 3A I have a leak in the mop 
sink area D-BLDG 
OFFICE

9/12/13 1st Floor D-Office Plumbing

Whitehaven Sr (2790) 3A restroom stop-up 9/13/13 1st Floor ROTC Room Plumbing

Whitehaven Sr (2790) 3A I have 2 broken toliet seats 
needs to be repalced

9/13/13 Athletic Field stadium Plumbing

Whitehaven Sr (2790) 3A I have a stiopped up toliet 9/13/13 Athletic Field stadium Plumbing

Whitehaven Sr (2790) 3A I have a water leak in the 
walk-in 2790-194

9/13/13 Cafeteria walk -in Plumbing

Whitehaven Sr (2790) 3A COMMODE STOPPED 
UP IN ROTC BLDG RR-
ONLY ONE IN AREA PER 
SBE-PLANT MGR STOUT 
416-3000 KLR

9/13/13 Plumbing

Whitehaven Sr (2790) 3A WATER LEAKING IN 
WALK-IN FREEZER 
KITCHEN AREA PER SBE-
PLANT MGR STOUT 416-
3000 KLR

9/13/13 Plumbing

Whitehaven Sr (2790) 3A I NEED THE SINKS 
REPAIRED THET ARE 
LEAKING

9/13/13 Restroom (Boys) C-BLDG Plumbing

Whitehaven Sr (2790) 3A urinal stop -up across from 
rm# C-204

9/13/13 2nd Floor Boys Restroom Plumbing



Whitehaven Sr (2790) 3A toilet in girls restroom C 
hall is running and leaking 
per Stout 416-3000

9/16/13 Plumbing

Whitehaven Sr (2790) 3A I would like to get the gas 
checked in the lab for 
leaks before it is turn on as 
well as the water
 ( safety issue)

9/16/13 2nd Floor C-204 Plumbing

Whitehaven Sr (2790) 3A Girls Restroom needs 
drain cover

9/16/13 1st Floor Plant Manager Plumbing

Whitehaven Sr (2790) 3A Handicap stall stop-up 9/19/13 Gym Girls restroom Plumbing

Whitehaven Sr (2790) 3A I have a sink leaking in the 
weight room,Toliet leaking 
in the girl restroom and 
Drain stopped up in the 
locker room

9/23/13 Athletic Field stadium Plumbing

Whitehaven Sr (2790) 3A STEAM TABLE NEEDS 
TO BE LIT.
PLANT MGR-
STOUT/277.1125

9/24/13 Plumbing

Whitehaven Sr (2790) 3A The Ice machine is leaking 
in the boys locker room

9/24/13 Athletic Field stadium Plumbing

Whitehaven Sr (2790) 3A The steam table is leaking 9/24/13 Cafeteria serving line Plumbing

Whitehaven Sr (2790) 3A SEWAGE IS BACKING 
UP IN G/RR & G/LOCKER 
GYM
PLANT MGR-
STOUT/416.3000

10/1/13 Plumbing



Whitehaven Sr (2790) 3A SINK - C HALL - 
STOPPED UP & 
BACKING UP - 
PM/STOUT 416-3000

10/3/13 Plumbing

Whitehaven Sr (2790) 3A WATER PIPE CAFE-
LEAKING PER SBE-
PLANT MGR 416-3000 
KLR

10/3/13 Plumbing

Whitehaven Sr (2790) 3A TOILETS will not FLUSH 
in the GIRL'S AND BOY'S 
LOCKROOM in the GYM 
per Mr. Stout, Plant Mgr. 
416.3000

10/4/13 Plumbing

Whitehaven Sr (2790) 3A Girl restroom across from 
D -125 toilet stop - up & 
Girl
restroom band hall toilet 
stop -up 

10/7/13 1st Floor D -Bldg. Plumbing

Whitehaven Sr (2790) 3A The sink in the public RR 
faucett want cut off

10/9/13 1st Floor ladies RR Plumbing

Whitehaven Sr (2790) 3A I need the toliet repaired 
stop up

10/10/13 1st Floor C-area Plumbing

Whitehaven Sr (2790) 3A       back flow test 7/24/13 Plumbing

Whitehaven Sr (2790) 3A Girs restroom 2nd stall 
leaking

7/29/13 2nd Floor C - building Plumbing

Whitehaven Sr (2790) 3A FCU IS LEAKING WATER 
IN LIBRARY(268)
PLANT MGR-
STOUT/416.3000

7/30/13 Plumbing



Whitehaven Sr (2790) 3A UNIT LEAKING IN RM 
A111. SBE STOUT 416-
3000

8/2/13 Plumbing

Whitehaven Sr (2790) 3A 4-FLR UNITS ARE 
LEAKING WATER IN RM-
E305,M242,M231,M224
PLANT MGR-
CLAY/416.8880

8/8/13 Plumbing

Whitehaven Sr (2790) 3A ROTC restroom is flooding 
per Mr. Stout 416-3000

8/16/13 Plumbing

Whitehaven Sr (2790) 3A Main Lobby C Building a/c 
unit leaking per Ms. 
McFarland
416-3000

8/19/13 Plumbing

Whitehaven Sr (2790) 3A A/C UNIT LIBRARY-
LEAKING-PLANT MGR 
McFARLAND 416-3000 
KLR

8/20/13 Plumbing

Whitehaven Sr (2790) 3A        drain backing up 
restroom gym

11/22/13 Plumbing

Whitehaven Sr (2790) 3A 2-COMPARTMENT SINK 
KITCHEN AREA-
LEAKING FROM 
BOTTOM & FLOOR 
DRAIN KITCHEN AREA-
BACKING UP-PLANT 
MGR STOUT 416-3000 
KLR

11/25/13 Plumbing

Whitehaven Sr (2790) 3A Unstop main sewer 11/26/13 Plumbing

Whitehaven Sr (2790) 3A Repair main sewer 11/26/13 Plumbing



Whitehaven Sr (2790) 3A The sink is leaking needs 
to be repaired

10/16/13 2nd Floor B-206 Plumbing

Whitehaven Sr (2790) 3A GAS LEAK IN THE KITC - 
PM NOT SURE WHERE 
ITS COMING FROM- 
PM/STOUT 416-3000

10/23/13 Plumbing

Whitehaven Sr (2790) 3A PIPE - BOILER RM - 
LEAKING- SBE/STOUT 
416-3000

10/24/13 Plumbing

Whitehaven Sr (2790) 3A C216 a/c unit leaking per 
Mr. Stout 416-3000

10/29/13 Plumbing

Whitehaven Sr (2790) 3A toilet stop - up/ front 
entrance

11/1/13 Gym Boys Restroom Plumbing

Whitehaven Sr (2790) 3A I have a sink leaking in the 
kitchen area

11/5/13 Kitchen kitchen Plumbing

Whitehaven Sr (2790) 3A I have a urinal eaking 
boyslocker room

11/5/13 Athletic Field stadium Plumbing

Whitehaven Sr (2790) 3A I have a stopped up toiet 11/5/13 Gym boysrestroom Plumbing

Whitehaven Sr (2790) 3A I have a sink leaking in the 
kitchen

11/12/13 Plumbing



Whitehaven Sr (2790) 3A I need the unit ckeck out 
condesate is leaking in the 
smoke head causing fire 
alarm to go off

7/2/13 Mechanical Room penthouse Plumbing

Whitehaven Sr (2790) 3A UNIT IN THE CAFE IS 
LEAKING. SBE 
MCFARLAND 416-3000

7/2/13 Plumbing

Whitehaven Sr (2790) 3A       back flow test 7/2/13 Plumbing

Whitehaven Sr (2790) 3A Boys Locker Room sink 
needs to be repair and 
faucet

8/22/13 Grounds Stadium Plumbing

Whitehaven Sr (2790) 3A Men restroom toilet needs 
replace

8/22/13 Grounds Stadium Plumbing

Whitehaven Sr (2790) 3A Womens restroom stall 
door needs replace

8/22/13 Grounds Stadium Plumbing

Whitehaven Sr (2790) 3A cross from rm#204 stop-up 8/22/13 2nd Floor Boys restroom Plumbing

Whitehaven Sr (2790) 3A weight room - sink needs 
replace

8/23/13 Grounds Stadium Plumbing

Whitehaven Sr (2790) 3A FCU RM 215-LEAKING-
PLANT MGR STOUT 416-
3000 KLR

8/29/13 Plumbing



Whitehaven Sr (2790) 3A NEED PILOTS LIT TO 
STEAMTABLES FOR 
LUNCH-PLANT MGR 
STOUT 416-3000 KLR

9/4/13 Plumbing

Whitehaven Sr (2790) 3A Unit is leaking water in rm-
b204
Plant Mgr-Stout/277.1125

6/18/14 Plumbing

Whitehaven Sr (2790) 3A I have a sink leaking at the 
drain pipe

6/20/14 2nd Floor B-202 Plumbing

Whitehaven Sr (2790) 3A faucets leaking needs 
replace

6/25/14 1st Floor Boys restroom Plumbing

Whitehaven Sr (2790) 3A by C-220 boys restroom 
sinks

6/25/14 2nd Floor C -hallway Plumbing

Whitehaven Sr (2790) 3A by rm# A114 sink stop-up 6/25/14 1st Floor storage closet Plumbing

Whitehaven Sr (2790) 3A toilet leaking, top needs 
replace

6/25/14 1st Floor D - Building Plumbing

Whitehaven Sr (2790) 3A I HAVE A LEAK COMING 
FROM THE 2ND FLOOR

4/15/14 1st Floor D-bldg Plumbing

Whitehaven Sr (2790) 3A I have a roof leak 5/9/14 2nd Floor B-208 Roof



Whitehaven Sr (2790) 3A between room 106 & 107 
roof leak

6/4/14 D -Building Roof

Whitehaven Sr (2790) 3A ROOF LEAKS 4/28/14 2nd Floor b-208 b-209 & D-111 Roof

Whitehaven Sr (2790) 3A I HAVE A ROOF LEAK 1/13/14 1st Floor D-110 Roof

Whitehaven Sr (2790) 3A The roof is leaking 4/1/14 1st Floor D-110 D-111 Roof

Whitehaven Sr (2790) 3A I need the roof repair 
leaking on stage

4/14/14 Auditorium stage Roof

Whitehaven Sr (2790) 3A roof leaking classroom D -
110

3/3/14 Classroom D -110 Roof

Whitehaven Sr (2790) 3A The roof is still leaking 3-6-
13 were the contractor has 
installed a new roof

3/6/14 Cafeteria dinning area Roof

Whitehaven Sr (2790) 3A roof leaking from ceiling by 
the fourth row

12/16/13 2nd Floor Clasroom C#218 Roof

Whitehaven Sr (2790) 3A I have a roof leak 2/3/14 1st Floor D-110 Roof



Whitehaven Sr (2790) 3A I have roof leak 2/3/14 1st Floor cafeteria Roof

Whitehaven Sr (2790) 3A I have a roof leak 2/3/14 2nd Floor D-201 Roof

Whitehaven Sr (2790) 3A roof leaking in classroom 2/4/14 2nd Floor D -201- D -110 Roof

Whitehaven Sr (2790) 3A roof leak in the Gym/ we 
have three games on 
Feb.6/ safety hazard

2/5/14 Gym roof Roof

Whitehaven Sr (2790) 3A I have water leaking inside 
of a light fixture

2/6/14 Library Roof

Whitehaven Sr (2790) 3A I have a roof leak 2/6/14 Gym basketall court Roof

Whitehaven Sr (2790) 3A I have a roof leak roblem 
water is dripping into the 
floor safety issue

10/3/13 1st Floor tiger den Roof

Whitehaven Sr (2790) 3A I have a roof leak roblem 
water is dripping into the 
floor safety issue

10/3/13 1st Floor tiger den Roof

Whitehaven Sr (2790) 3A I have a roof leak 7/22/13 A-111 & D-BLDG OFFICE Roof



Whitehaven Sr (2790) 3A I have a roof leak 7/23/13 1st Floor D-111 Roof

Whitehaven Sr (2790) 3A I have a roof leak 7/23/13 1st Floor D-111 Roof

Whitehaven Sr (2790) 3A I have a roof leak 7/23/13 2nd Floor crosswalk Roof

Whitehaven Sr (2790) 3A I need the roof to be 
repaired leaking in the 
serving line are thru light 
fixture

10/16/13 Cafeteria serving line Roof

Whitehaven Sr (2790) 3A per Mr. Stout 416-3000 
there is a roof leak in 
cafeteria on serving line 
and water is coming thru 
light fixture

10/16/13 Roof

Whitehaven Sr (2790) 3A I need the roof leak 
repaired

7/2/13 Concession Stand GYM Roof

Whitehaven Sr (2790) 3A Roof leak on the 
penthouse running into 
smoke head

7/2/13 2nd Floor roof top Roof

Whitehaven Sr (2790) 3A Water is leaking on the 
gym floor next to the girl 
dressing room

7/11/13 Roof

Whitehaven Sr (2790) 3A D - building main office 
area where Exit sign , roof
leaking.

4/14/14 1st Floor D - Building Roof



Whitehaven Sr (2790) 3A I have a roof leak 1/10/14 2nd Floor C-218 Roof

Whitehaven Sr (2790) 3A per Mr. Stout 416-3000 
there is a roof leak in 
cafeteria on serving line 
and water is coming thru 
light fixture

10/16/13 Roof

Whitehaven Sr (2790) 3A I NEED THE UNIT 
VENTALAOTOR DOOR 
REPAIRED SO THEY 
WILL STAY ON ALL 
CLASSROOM FIRST 
FLOOR

9/5/13 1st Floor A-BLDG Sheet Metal

Whitehaven Sr (2790) 3A I need a cover made for 
the power generator it is 
open safety hazzard

11/18/13 Parking Lot boiler room area Sheet Metal

Whitehaven Sr (2790) 3A I NEED THE 
UNIVENTALOR DOOR 
REPAIRED IN ALL 
CLASSROOM

9/9/13 2nd Floor A-HALL Sheet Metal

Whitehaven Sr (2790) 3A I need cover on the unit 
ventalator in the hall  1st & 
2nd floor

4/15/14 1st Floor A-BLDG Sheet Metal

Whitehaven Sr (2790) 3A I NEED THE DOORS 
REPAIRED IN THE 
CLASSROOMS  1ST AND 
2ND FLOOR THEY WANT 
STAY UP

4/15/14 1st Floor A-BLDG Sheet Metal

Whitehaven Sr (2790) 3A I am requesting locker,s 
from school that are 
shuting down to replace 
the bad one thru out the 
school

4/16/14 1st Floor locker Sheet Metal

Whitehaven Sr (2790) 3A The duct work has come 
loose needs to be repaired

7/11/13 1st Floor D-BLDG Sheet Metal



Count of Craft Craft
Location Carpentry Electrical Painting Plumbing Grand Total

Whitehaven Stadium 190-3A 3 3 3 5 14
Grand Total 3 3 3 5 14



Location Request Description Submittal Date Area Description Area Number Craft
Whitehaven Stadium 190-
3A

please add nuts and 
screws to pole vault 
standards for upcoming 
2014 Track and Field 
Season.  1st track meet is 
1 March

2/12/14 Athletic Field Carpentry

Whitehaven Stadium 190-
3A

Concession Stand Roll 
Down Window is off track, 
please repair

6/2/14 Athletic Field Carpentry

Whitehaven Stadium 190-
3A

in the restroom there is 
stall door hanging, 
dangerous
per Ms. McFarland 416-
3000

8/21/13 Carpentry

Whitehaven Stadium 190-
3A

breaker for outlet in the 
storage room at the west 
end of the stadium tripped 
and stadium worker can 
not get it to work.  May 
require a new fuse 

3/25/14 Athletic Field Electrical

Whitehaven Stadium 190-
3A

please replace blown 
fuses in panel in the 
storage/water tank room 
(room across from weight 
room).  Lights/outlets in 
westend storage room and 
storage tunnel are not 
working.

4/26/14 Athletic Field Electrical

Whitehaven Stadium 190-
3A

      repair light in locker 
room

8/16/13 Electrical

Whitehaven Stadium 190-
3A

paint lines on football field 6/5/14 Painting

Whitehaven Stadium 190-
3A

please paint the sector 
lines for the shot put pad. 
The sector lines are the 
"V" shape lines that 
participants use to gage 
when throwing the shot put 
and discus. 

2/21/14 Athletic Field Painting



Whitehaven Stadium 190-
3A

Please remove graffiti from 
turf field and track

9/2/13 Athletic Field Painting

Whitehaven Stadium 190-
3A

Flush storm drains 11/13/13 Plumbing

Whitehaven Stadium 190-
3A

stopped up toilet in boys 
home locker room, please 
repair

8/15/13 Athletic Field Plumbing

Whitehaven Stadium 190-
3A

leaking pipe on sink in 
boys home locker room, 
please repair

8/15/13 Athletic Field Plumbing

Whitehaven Stadium 190-
3A

Stadiums were winterized 
in late fall, please bring the 
water back online for the 
upcoming soccer and track 
& field season. Track 
Season starts March 1, 
2014 and Soccer Season 
starts February 27, 2014. 

2/24/14 Athletic Field Plumbing

Whitehaven Stadium 190-
3A

In the handicap stall, toilet 
is broken.
In the weight room there is 
broken sink porcelain 
sticking out per Ms. 
McFarland 416-3000

8/21/13 Plumbing



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Winchester El (2805) 3A 16 1 69 119 108 19 46 10 1 389
Grand Total 16 1 69 119 108 19 46 10 1 389



Location Request Description Submittal Date Area Description Area Number Craft
Winchester El (2805) 3A Principal is requesting the 

main hall floor tile 9"x9" be 
removed and replaced 
with standard tile

9/30/13 Asbestos

Winchester El (2805) 3A ..........chemical line out 
back near the cooling 
tower need to be insulated

6/5/14 Asbestos

Winchester El (2805) 3A .........c/r31, c/r29 near a/c 
unit in c/r's missing a few 
pcs of floor tile that need 
to be replaced

6/5/14 Asbestos

Winchester El (2805) 3A .....got several pcs of 9x9 
tile coming up from floor, 
need to be replaced

11/4/13 Asbestos

Winchester El (2805) 3A needs replace rm#23 and 
hallway next to rm#20B,
cafeteria ceiling tile needs 
replace

7/23/13 1st Floor Floor tile Asbestos

Winchester El (2805) 3A In boiler room across from 
the Library pipes need to 
be wrapped

9/19/13 Asbestos

Winchester El (2805) 3A pipe in cafeteria leaks 
making ceiling tile wet, 
need to be wrapped

9/19/13 Cafeteria Asbestos

Winchester El (2805) 3A there a pcs of tile missing 
on the main hall that need 
to be replaced

9/26/13 main hallway Asbestos



Winchester El (2805) 3A .......portable 55 got some 
floor tile that need to be 
replaced

5/6/14 Asbestos

Winchester El (2805) 3A .........got several pcs of 
floor tile that need to be 
replaced in front of the 
main hall boiler room, and 
in the door entrance of 
classroom 3

1/24/14 Asbestos

Winchester El (2805) 3A ........got several pcs of 
floor tile missing that need 
to be replaced

3/28/14 Asbestos

Winchester El (2805) 3A .........on the kindergarten 
hallway in front of the 
water fountain got floor tile 
coming up

4/3/14 Asbestos

Winchester El (2805) 3A .......requesting 
kindergarten hallway 
ceiling tile be replaced

4/7/14 Asbestos

Winchester El (2805) 3A ........need several pcs of 
floor tile replaced in front 
of heater in classroom 29 
and in classroom 19, 21

2/4/14 Asbestos

Winchester El (2805) 3A .....got several pcs of 
broken floor tile that need 
to be replaced in front of 
classroom 33

2/10/14 Asbestos

Winchester El (2805) 3A .......got several pcs of 
floor tile that need to be 
replaced in hallway in front 
of classroom 15, in 
classroom 30 in rthe 
Annex bldg, in classroom 
19

2/27/14 Asbestos

Winchester El (2805) 3A Telephone in classroom 16-
A do not work (Request 
Network Cabling 
Maintenance Repair).

SCS Network Cabling and 
Electronics dept.-- “Please 
See Journal Notes”) 

8/21/13 Room 16-A Cabling



Winchester El (2805) 3A ........need a smoke 
detector put in classroom 
17, which is Pre-K

1/10/14 Carpentry

Winchester El (2805) 3A .......second stall door in 
girls restroom in the Annex 
bldg need hardware 
replaced

1/13/14 Carpentry

Winchester El (2805) 3A stall door in girls restroom 
hardware need to be 
replaced, door is loose

10/14/13 annex building Carpentry

Winchester El (2805) 3A need a special cut on the 
ceiling tile on the front 
entrance and the entrance 
in front of the Plant 
Manager's office, Thanks

10/21/13 Carpentry

Winchester El (2805) 3A Stall door need to be 
reinstalled, need hardware 
for a metal door

10/28/13 Carpentry

Winchester El (2805) 3A ........got a stall door in the 
girls r/r that has fallen off 
of its hinges, that needs to 
be reinstalled, need 
hardware for a wooden 
door 

11/4/13 kindergarten hall Carpentry

Winchester El (2805) 3A I need a small corkboard 
installed in Room 18. 

8/13/13 Classroom Room 18 Carpentry

Winchester El (2805) 3A We need door sweeps 
installed on the 3rd 4th 
grade entrance doors to 
prevent the rodents from 
coming inside.. 

8/15/13 Carpentry

Winchester El (2805) 3A .......in classroom 11, 20, 
their large projector screen 
was taken down to paint 
classrooms, after they 
were put back in place, 
now they will not catch

11/14/13 Carpentry



Winchester El (2805) 3A .........need special cut tile 
for cafeteria stage

11/14/13 Carpentry

Winchester El (2805) 3A .......south end double 
doors in the Annex Bldg 
need to be adjusted, will 
not close all the way on its 
own

11/18/13 Carpentry

Winchester El (2805) 3A ......need a sign put up 
outside in front of the main 
bldg

11/18/13 Carpentry

Winchester El (2805) 3A ........bookshelves on the 
kk hall need to be repaired

11/20/13 Carpentry

Winchester El (2805) 3A The ceiling Tiles need to 
be replaced in hallway and 
extension. 

8/6/13 Annex Kindergarten Carpentry

Winchester El (2805) 3A A corkboard needs to be 
installed in room 20.-

8/8/13 Carpentry

Winchester El (2805) 3A A cork board needs to be  
installed in room # 8, piano 
room. 

8/8/13 Carpentry

Winchester El (2805) 3A The ceiling tiles in room 40 
needs replacing.

8/6/13 Carpentry

Winchester El (2805) 3A I need a chalkboard 
installed in rm 25. 

8/6/13 25 Carpentry



Winchester El (2805) 3A Chalk Board needs to be 
rplaced in room 31'

8/6/13 Classroom room 31 Carpentry

Winchester El (2805) 3A A Chalk board needs to be 
replaced in room 29.

8/6/13 Classroom 29 Carpentry

Winchester El (2805) 3A A chalkboard needs to be 
replaced in room 10.

8/6/13 Classroom 10 Carpentry

Winchester El (2805) 3A A chalkboard needs to be 
replaced in room 21.

8/6/13 Classroom 21 Carpentry

Winchester El (2805) 3A DOOR  MAIN OFC DR 
JAMMED -REP LATCH -  
CAN'T GET OPEN - 
SBE/BANKS 416-6780

7/17/13 Carpentry

Winchester El (2805) 3A ceiling tile needs replace 
from water damage next to 
Guide office w/ smoke 
dector spec. cut between 
rm# 24 & 22, 2nd grade 
hallway next to boiler rm

7/23/13 1st Floor Hallway Carpentry

Winchester El (2805) 3A Storage Rm 2B/ shelves 
needs replace/ main 
hallway

7/23/13 1st Floor Book Room Carpentry

Winchester El (2805) 3A needs bulletin board 7/28/13 1st Floor rm#20 & rm#4 Carpentry

Winchester El (2805) 3A I need 1 cork board 
installed.

8/1/13 room 20 Carpentry



Winchester El (2805) 3A need  1 corkboard 
installed, in classroom 4.

8/1/13 Classroom room 4 Carpentry

Winchester El (2805) 3A The two swinging entry 
doors attached to counter 
in main office needs some 
adustment made to them.  

8/1/13 main opffice Carpentry

Winchester El (2805) 3A The book shelves in room 
2 needs to be re-done.

8/1/13 Carpentry

Winchester El (2805) 3A Need water stained ceiling 
tile replaced in the 
cafeteria, will need a lift

8/26/13 Cafeteria ceiling tile Carpentry

Winchester El (2805) 3A Requesting covebase be 
replaced in conference 
room in bad shape.

8/26/13 Conference Room Carpentry

Winchester El (2805) 3A Teacher is requesting a 4' 
x 4' bullentin board 
installed in classroom

8/26/13 Carpentry

Winchester El (2805) 3A requesting a 4'x4' bullentin 
board installed in room 18

8/29/13 Carpentry

Winchester El (2805) 3A requesting a 4'x4' bullentin 
board installed in 
classroom 32

8/29/13 Annex Bldg Carpentry

Winchester El (2805) 3A need water stained ceiling 
tile replaced in the 
Cafeteria, will need a lift

8/30/13 Cafeteria Carpentry



Winchester El (2805) 3A need 3 sleeves of 
acoustical ceiling tile for 
replacement bp1729A, 
Armstrong

9/3/13 Carpentry

Winchester El (2805) 3A Principal is requesting the 
ceiling tile in the hallway 
on the Kindergarten 
hallway be replaced

9/6/13 Carpentry

Winchester El (2805) 3A on the playground, 
platform  piece that the 
kids stand on before they 
go down the slid is 
cracked need to be welded 
or replaced

9/9/13 playground Carpentry

Winchester El (2805) 3A north double doors need to 
be adjusted

9/27/13 Cafeteria Carpentry

Winchester El (2805) 3A need special cut for ceiling 
tile front entrance in the 
Annex Bldg

9/27/13 Carpentry

Winchester El (2805) 3A .......on the 1st grade 
hallway at the very end of 
the hall,  the blk bar has 
fallen off of the panic bar, it 
needs to be replaced

4/15/14 Carpentry

Winchester El (2805) 3A .........requesting cove 
base be replaced between 
the main hall corridor and 
the 1st grade hallway

5/9/14 Carpentry

Winchester El (2805) 3A ........need special cut on 
ceiling tile for the smoke 
detectors (5) on the 
Kindergarten hallway

5/13/14 Carpentry

Winchester El (2805) 3A .......need 5 sleeves of 
mineral board ceiling tile

5/13/14 Carpentry



Winchester El (2805) 3A ........need special cut on 
ceiling tile for hallway 
vents (3) on  the 
kindergarten hallway

5/13/14 Carpentry

Winchester El (2805) 3A ..........north double doors 
need to be adjusted, door 
slams

5/20/14 Carpentry

Winchester El (2805) 3A ........exterior expansion 
joint on the south side of 
the building near the 
Library need to be sealed

5/20/14 Carpentry

Winchester El (2805) 3A ...........requesting a 
security plate installed 
over door latch in the Asst. 
Prin. office room 10

5/28/14 Carpentry

Winchester El (2805) 3A ..........requesting a bulletin 
board be installed  in the 
main office records room

5/28/14 Carpentry

Winchester El (2805) 3A ........requesting security 
places installed over latch 
in classroom 7, 8, 27 all 
music rooms, and the 
main office, per Principal

5/29/14 Carpentry

Winchester El (2805) 3A ........requesting special cut 
on ceiling tile at the front 
entrance

5/29/14 Carpentry

Winchester El (2805) 3A .........requesting special 
cut on ceiling tile in the 
Library storage closet

5/29/14 Carpentry

Winchester El (2805) 3A ........got water stained 
ceiling tile in classroom 38

1/22/14 Carpentry



Winchester El (2805) 3A ......need 3 sleeves of 
mineral tile for 
replacement

1/24/14 Carpentry

Winchester El (2805) 3A ......need special cut on 
ceiling tile in the main hall, 
water stains

1/27/14 Carpentry

Winchester El (2805) 3A .......need a special cut on 
a pc of ceiling tile in the 
teachers resource room in 
the restroom in the Annex 

3/26/14 Carpentry

Winchester El (2805) 3A .....
........Principal is 
requesting cove base be 
replaced on the entire 
main hall, from classroom 
8 to clasroom 16

4/1/14 Carpentry

Winchester El (2805) 3A ........need someone 
resecure marker board to 
wall in hallway

4/3/14 Carpentry

Winchester El (2805) 3A .......got a fence in the 
back around the chiller 
that need to be put back 
up

4/7/14 Carpentry

Winchester El (2805) 3A ........in the main office east 
side swinging door need 
adjusting

4/9/14 Carpentry

Winchester El (2805) 3A .........need a special cut on 
10 pcs of ceiling tile on the 
kindergarten hallway

4/10/14 Carpentry

Winchester El (2805) 3A .........requesting cove 
base on the 1st grade 
hallway be replaced in 
very bad shape, some is 
loose 

4/10/14 Carpentry



Winchester El (2805) 3A .......need special cut on 
ceiling tile in the serving 
line area

12/10/13 Carpentry

Winchester El (2805) 3A ......requesting 8 cork 
strips, would like to have 
them installed on the 1st 
grade hall

1/31/14 Carpentry

Winchester El (2805) 3A ......need a special cut on a 
sheet of ceiling tile on the 
1st grade hall

2/4/14 Carpentry

Winchester El (2805) 3A locker needs repair/ needs 
a new lock

2/19/14 1st Floor rm#24 Carpentry

Winchester El (2805) 3A ........need a special cut on 
several pcs of ceiling tile in 
front of the Library

2/27/14 Carpentry

Winchester El (2805) 3A .......requesting a paper 
rack be installed on the 
wall in room 37

1/31/14 Carpentry

Winchester El (2805) 3A .......clocks need to be 
reset

6/25/14 Electrical

Winchester El (2805) 3A FCU  IN RM 14 - MAKING 
A VERY LOUD NOISE - 
PM/SCURLOCK 416-3152

6/27/14 Electrical

Winchester El (2805) 3A A/C RM 14-NOT COMING 
ON-PLANT MGR 
SCURLOCK 416-3152 
KLR

6/17/14 Electrical



Winchester El (2805) 3A .......ballast in c/r 29 need 
to be replaced

6/19/14 Electrical

Winchester El (2805) 3A ......emergency light in 
portable 55 has a shortage 
in it, when you push the 
buttom the light stays on 
and will not go out

1/10/14 Electrical

Winchester El (2805) 3A FCU HAS BURNING 
SMELL IN RM-30
PLANT MGR-
SCURLOCK/691.4087

1/14/14 Electrical

Winchester El (2805) 3A FCU IS MAKING NOISE 
IN RM-8
PLANT MGR-
SCURLOCK/691.4087

1/14/14 Electrical

Winchester El (2805) 3A FCU RM 18-HAS A 
BURNING SMELL PER 
SBE-PLANT MGR 
SCURLOCK 416-3152 
KLR

1/15/14 Electrical

Winchester El (2805) 3A HEAT RM 26-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

1/16/14 Electrical

Winchester El (2805) 3A FCU RM 15-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

1/16/14 Electrical

Winchester El (2805) 3A Guidance office in the 
main office need a ballast 
replaced

9/30/13 Electrical

Winchester El (2805) 3A some of the clocks at 
Winchester Elem. are 
behind 1 hour clocks need 
to be reprogrammed, 
Master clock #209-099

10/14/13 Electrical



Winchester El (2805) 3A Clock in main hall making 
loud popping noise

10/16/13 Electrical

Winchester El (2805) 3A There is no exhaust fan in 
the kindergartin hall boys 
restroom, would like to get 
one for the restroom

10/16/13 kindergartin Electrical

Winchester El (2805) 3A ......got three ballasts that 
need to be replaced in 
classroom 24, 1st grade 
hall

10/18/13 Electrical

Winchester El (2805) 3A Exhaust fan in boys 
restroom across from 
classroom 15 making a 
loud noise

10/22/13 Electrical

Winchester El (2805) 3A PARTIAL OUTAGE-
ANNEX HAS NO POWER 
AT ALL-CALLED IN BY 
FIN SEC QUINN 416-3152 
KLR

10/29/13 Electrical

Winchester El (2805) 3A A/C  RM 25-NOT COMING 
ON-PLANT MGR 
SCURLOCK 416-3152 
KLR

10/30/13 Electrical

Winchester El (2805) 3A FCU NOT COMING IN RM-
24.
PLANT MGR-
SCURLOCK/691.4087

10/30/13 Electrical

Winchester El (2805) 3A .....got two lights in the 
Cafeteria that need to be 
replaced, they are stage 
lights

10/30/13 Cafetorium Stage Electrical

Winchester El (2805) 3A A/C RM 12-NOT COMING 
ON-PLANT MGR 
SCURLOCK 416-3152 
KLR

10/30/13 Electrical



Winchester El (2805) 3A room 30 in annex bldg has 
tripped free stat per ms. 
scurlock 416-3152

10/31/13 Electrical

Winchester El (2805) 3A A/C RM 17-NOT COMING 
ON-PLANT MGR 
SCURLOCK 416-3152 
KLR

11/4/13 Electrical

Winchester El (2805) 3A .........no power to the 
instant hot,  for hot water 
in the restroom in the 
teachers lounge in main 
building

11/21/13 Electrical

Winchester El (2805) 3A .......no power to the 
instant hot, in the teachers 
restroom next to the Plant 
Managers office 16-A

11/21/13 Electrical

Winchester El (2805) 3A The hall clocks need to be 
reset. 

8/13/13 Hallway/Corridor Electrical

Winchester El (2805) 3A FCU NOT COMING ON IN 
RM-17
PLANT MGR-
SCURLOCK/416.3152

11/13/13 Electrical

Winchester El (2805) 3A unit in room 20 will not 
come on per scurlock 416-
3152

11/13/13 Electrical

Winchester El (2805) 3A .......need blown exterior 
light replaced, light is 
mounted on bldg in front of 
the playground equipment, 
will need a lift

11/18/13 Electrical

Winchester El (2805) 3A .......wall receptable in 
classroom 29 making a 
humming noise, need to 
be replaced

11/18/13 Electrical



Winchester El (2805) 3A .......exterior light bulb 
mounted on the northeast 
corner on the main bldg 
not working, need to be 
repaired(stay on 5 minutes 
and goes off)

11/21/13 Electrical

Winchester El (2805) 3A Install outside light by 
boiler room door.

11/21/13 Electrical

Winchester El (2805) 3A ......light outside kitchen 
door not working, need to 
be repaired

11/21/13 Electrical

Winchester El (2805) 3A VENT A HOOD IS NOT 
COMING ON IN THE 
KITCHEN. SBE MILBURN 
416-

8/7/13 Electrical

Winchester El (2805) 3A PARTIAL POWER 
OUTAGE.  CUST.  
FLOWERS 416-3152

7/1/13 Electrical

Winchester El (2805) 3A FIRE ALARM PANEL WILL 
NOT SHUT OFF. PER 
BRIAN 

7/1/13 Electrical

Winchester El (2805) 3A UNITS ARE NOT 
COMING ON IN RMS 
12,5,25.  SBE MILBURN 
416-3152

7/12/13 Electrical

Winchester El (2805) 3A Ballast needs replace/ four 7/23/13 Cafeteria 1st Floor Electrical

Winchester El (2805) 3A Len needs replace 7/23/13 1st Floor Library Electrical



Winchester El (2805) 3A FCU IS SMOKING IN RM-
2 (016)
PLANT MGR-
MCFARLAND/416-0198

7/26/13 Electrical

Winchester El (2805) 3A The school Bell needs to 
be adjusted.

8/5/13 Electrical

Winchester El (2805) 3A requesting 2 boxes of 
46807 for replacements,  
need 15-46820 for 
replacements

8/26/13 Electrical

Winchester El (2805) 3A on the Kindergarten 
hallway a ballast need  to 
be replaced 

8/30/13 Electrical

Winchester El (2805) 3A have 2 lights that are out 
in the portable area that 
need to be replaced, will 
need a lift

8/30/13 Electrical

Winchester El (2805) 3A need lights in the cafeteria 
replaced, will need a lift

8/30/13 Cafeteria Electrical

Winchester El (2805) 3A main office a/c not coming 
on at all per Ms. Scurlock 
416-0198

8/30/13 Electrical

Winchester El (2805) 3A FCU NOT COMING ON IN 
ASSIST PRIN OFFICE, 
RM-21
PLANT MGR-
SCURLOCK/416.3152

9/9/13 Electrical

Winchester El (2805) 3A requesting another wall 
outlet for a ice cream 
machine in the serving line 
area in the Cafetertia

9/9/13 Cafeteria Electrical



Winchester El (2805) 3A A/C RM 12-NOT COMING 
ON-PLANT MGR 
SCURLOCK 416-3152 
KLR

9/11/13 Electrical

Winchester El (2805) 3A A/C RM 5-NOT COMING 
ON-PLANT MGR 
SCURLOCK 416-3152 
KLR

9/12/13 Electrical

Winchester El (2805) 3A Ballast in hallway across 
from closet 155M need to 
be replaced

9/20/13 Electrical

Winchester El (2805) 3A UNIT NOT COMING ON 
IN RM-17. 
PLANT MGR-
SCURLOCK/416.3152

9/25/13 Electrical

Winchester El (2805) 3A ......requesting 3 boxes of 
philips 28 watts lamps, 
281279

4/15/14 Electrical

Winchester El (2805) 3A ........need light bulb 
replaced in breezeway 
between kindergarten and 
1st grade

4/15/14 Electrical

Winchester El (2805) 3A ........need a ballast in the 
kindergarten boy restroom 
replaced

4/17/14 Electrical

Winchester El (2805) 3A UNITS NOT COOLING IN 
RM-25,28, ANNEX BLDG
PLANT MGR-
SCURLOCK/691.4087

4/21/14 Electrical

Winchester El (2805) 3A FCU RM 17-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

4/24/14 Electrical



Winchester El (2805) 3A A/C UNIT is NOT 
COMING ON in ROOM 23 
in the MAIN OFFICE per 
Ms. Scurlock, Plant Mgr. 
416.3152

4/25/14 Electrical

Winchester El (2805) 3A A/C UNITS are NOT 
COMING ON in ROOMS 8 
& 12 per Ms. Scurlock, 
Plant Mgr. 416.3152

4/25/14 Electrical

Winchester El (2805) 3A FCU MAIN OFC 
RECORDS RM-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

4/25/14 Electrical

Winchester El (2805) 3A per scurlock 416-3152 
entire school power outage

4/28/14 Electrical

Winchester El (2805) 3A ........bulbs in exit lights 
right and left of c/r 15, in 
front of 16-B at the 
begnning of the 1st grade 
hallway, at the end of the 
knidergarten hallway next 
to c/r 39 and 40, across 
from c/r 8, bulbs in 

4/28/14 Electrical

Winchester El (2805) 3A COOLING TOWER - IS 
NOT COMING ON - DUE 
TO A POWER OUTAGE 
LAST NIGHT - 
PM/SCURLOCK 416-3152

4/30/14 Electrical

Winchester El (2805) 3A HAD A POWER OUTAGE-
NEED AN ELECTRICIAN-
PLANT MGR SCURLOCK 
416-3152 KLR

4/30/14 Electrical

Winchester El (2805) 3A A/C MAIN OFC-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

5/2/14 Electrical

Winchester El (2805) 3A ........need three boxes of 
Philips F32T8

5/7/14 Electrical



Winchester El (2805) 3A ...........requesting school 
bell be turned off for the 
summer

6/3/14 Electrical

Winchester El (2805) 3A FCU, RM 23 & 31 - NOT 
COMING ON - 
PM/SCURLOCK 416-3152

1/21/14 Electrical

Winchester El (2805) 3A FCU NOT COMING ON  
IN RM-25 ANNEX.
PLANT MGR-
SCURLOCK/416.3152

1/21/14 Electrical

Winchester El (2805) 3A FCU NOT COMING ON IN 
RM-14.
PLANT MGR-
SCURLOCK/416.3152

1/21/14 Electrical

Winchester El (2805) 3A FCU NOT COMING ON IN 
RM-25 ANNEX.
PLANT MGR-
SCURLOCK/416.3152

1/23/14 Electrical

Winchester El (2805) 3A HEAT RM 7 & 25-BOTH 
NOT COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

1/27/14 Electrical

Winchester El (2805) 3A HEAT MAIN ENTRANCE 
& (2) UNITS MAIN HALL S 
END-ALL NOT COMING 
ON-PLANT MGR 
SCURLOCK 416-3152 
KLR

1/27/14 Electrical

Winchester El (2805) 3A HEAT RM 26 ANNEX 
BLDG-NOT COMING ON-
PLANT MGR SCURLOCK 
416-3152 KLR

1/28/14 Electrical

Winchester El (2805) 3A HEAT ASST PRIN'S OFC-
HAS A BURNING SMELL-
PLANT MGR SCURLOCK 
416-3152 KLR

1/29/14 Electrical



Winchester El (2805) 3A HEAT KITCHEN AREA-
NOT COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

1/29/14 Electrical

Winchester El (2805) 3A HEAT RM 16-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

1/29/14 Electrical

Winchester El (2805) 3A per ms scurlock 416-3152 
room 30 in annex has 
burning smell

1/30/14 Electrical

Winchester El (2805) 3A HEAT RM 25 ANNEX-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3153 KLR

3/17/14 Electrical

Winchester El (2805) 3A HEAT ANNEX BLDG RM 
31-NOT COMING ON-
PLANT MGR SCURLOCK 
416-3152 KLR

3/19/14 Electrical

Winchester El (2805) 3A ........ballast in Principal's 
office need to be replaced

3/20/14 Electrical

Winchester El (2805) 3A FCU IS MAKING NOISE 
IN RM-20
PLANT MGR-
SCURLOCK/438.4797

3/20/14 Electrical

Winchester El (2805) 3A ........requesting a box of 
Philips Alto F28T5841 light 
bulbs for the Annex 
Building

3/28/14 Electrical

Winchester El (2805) 3A per scurlock 416-3152 
FCU in CR#8 is not 
coming on

3/31/14 Electrical



Winchester El (2805) 3A UNIT NOT COMING ON 
IN RM-30 ANNEX
PLANT 
MGR/SCURLOCK/691.40
87

4/3/14 Electrical

Winchester El (2805) 3A UNIT NOT COMING ON 
IN RM-25
PLANT 
MGR/SCURLOCK/691.40
87

4/3/14 Electrical

Winchester El (2805) 3A ..........wall receptacle in 
classroom 37 making a 
loud noise

4/3/14 Electrical

Winchester El (2805) 3A A/C UNIT MAIN OFC & 
PRIN'S OFC-BOTH NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

4/4/14 Electrical

Winchester El (2805) 3A per ms scurlock 416-3152 
CR 22 and CR 33 units 
are not coming on

4/9/14 Electrical

Winchester El (2805) 3A ..........need some lights 
replaced in the cafeteria

4/10/14 Electrical

Winchester El (2805) 3A have 2 pole lights that are 
out in the portable area 
that need to be replaced, 
will need a lift (stay on 5 
minutes and goes off)

11/22/13 Electrical

Winchester El (2805) 3A FCU NOT COMING ON IN 
RM-17
PLANT MGR-
SCURLOCK/416.3152

11/25/13 Electrical

Winchester El (2805) 3A .....timer for exterior lights 
off again, lights did not 
come on last night

11/26/13 Electrical



Winchester El (2805) 3A FCU NOT COMING ON IN 
RM-5,17
PLANT MGR-
SCURLOCK/416.3152

12/3/13 Electrical

Winchester El (2805) 3A FCU IS MAKING NOISE 
IN RM-131
PLANT MGR-
SCURLOCK/416.3152

12/5/13 Electrical

Winchester El (2805) 3A HEAT RM 11-HAS A 
BURNING SMELL-PLANT 
MGR SCURLOCK 416-
3152 KLR

12/5/13 Electrical

Winchester El (2805) 3A HEAT RMS 13 & 30-BOTH 
NOT COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

12/9/13 Electrical

Winchester El (2805) 3A HEAT RM 26-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

12/9/13 Electrical

Winchester El (2805) 3A HEAT RM 25-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

12/9/13 Electrical

Winchester El (2805) 3A Fan Coil Units are NOT 
COMING ON in KITCHEN 
and SERVING LINE areas 
per Ms. Scurlock, Plant 
Mgr. 416.3152

12/10/13 Electrical

Winchester El (2805) 3A 2-FCU NOT COMING ON 
IN RM-11,20
PLANT MGR-
SCURLOCK/416.3152

12/11/13 Electrical

Winchester El (2805) 3A HEAT RMS 23 & 25-BOTH 
NOT COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

12/12/13 Electrical



Winchester El (2805) 3A HEAT RM 23 & 25-BOTH 
NOT COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

12/13/13 Electrical

Winchester El (2805) 3A FCU NOT COMING ON & 
BURNING SMELL IN RM-
13 
PLANT MGR-
SCURLOCK/416-3152

12/17/13 Electrical

Winchester El (2805) 3A Units in Rooms 25 & 30 in 
ANNEX BUILDING ARE 
NOT COMING ON per Ms. 
Scurlock, Plant Mgr. 
416.3152

1/6/14 Electrical

Winchester El (2805) 3A 2-FCU NOT COMING ON 
IN RM-25,33
PLANT MGR-
SCURLOCK/416.3152

1/8/14 Electrical

Winchester El (2805) 3A Dishwasher is NOT 
COMING ON per Ms. 
Scurlock, Plant Mgr. 
416.4652

1/9/14 Electrical

Winchester El (2805) 3A Units are NOT COMING 
ON in the FRONT 
ENTRANCE and also in 
CLASSROOM #26 in the 
ANNEX BUILDING per 
Ms. Scurlock, Plant Mgr. 
416.4652

1/9/14 Electrical

Winchester El (2805) 3A HEAT RMS 20 & 27A 
TEACHER'S WORKRM-
BOTH NOT COMING ON-
PLANT MGR SCURLOCK 
416-3152 KLR

1/9/14 Electrical

Winchester El (2805) 3A Unit is NOT COMING ON 
per Ms. Scurlock, Plant 
Mgr. 416.3152

2/3/14 Electrical

Winchester El (2805) 3A FCU NOT COMING ON IN 
RM-17,31, & FCU IS 
MAKING NOISE IN RM-30 
.
PLANT MGR-
SCURLOCK/691.4087

2/4/14 Electrical



Winchester El (2805) 3A UNIT NOT COMING ON 
IN RM-25 ANNEX.
PLANT MGR-
SCURLOCK/438.4797

2/10/14 Electrical

Winchester El (2805) 3A HEAT RM 19-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

2/11/14 Electrical

Winchester El (2805) 3A ballast needs replace 2/18/14 1st Floor Girl restroom Electrical

Winchester El (2805) 3A HEAT RM 8-NOT 
COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

2/21/14 Electrical

Winchester El (2805) 3A ......need a missing light 
cover in classroom 24, 3 
light fixture

2/26/14 Electrical

Winchester El (2805) 3A ...........need a broken light 
cover replaced in the 
cafeteria at the double 
doors

2/26/14 Cafeteria Electrical

Winchester El (2805) 3A HEAT RM 5, 16, 19, 20, & 
30-ALL NOT COMING ON-
PLANT MGR SCURLOCK 
416-2300 KLR

2/27/14 Electrical

Winchester El (2805) 3A .......need exterior light 
bulbs replaced, 
underneath canopy of 
main bldg, in front of 
building

11/21/13 Electrical

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

6/6/14 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A FCU NOT HEATING IN 
RM-26
PLANT MGR-
SCURLOCK/691.4087

1/14/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT HALF OF BLDG-
NOT HEATING-BLDG IS 
COLD-PLANT MGR 
SCURLOCK 416-3152 
KLR

1/15/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A FCU RM 11-MAKING 
NOISES PER SBE-PLANT 
MGR SCURLOCK 416-
3152 KLR

1/15/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT RM 30-NOT 
HEATING-PLANT MGR 
SCURLOCK 416-3152 
KLR

1/16/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A A/C unit is NOT COOLING 
in ROOM 8 per Ms. 
Scurlock, Plant Mgr. 
416.3152

10/1/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A 2-UNITS NOT COOLING 
IN RM-23,29
PLANT MGR-
SCURLOCK/438.4797

10/3/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A A/C unit NOT COOLING in 
ROOM 26 per Ms. 
Scurlock, Plant Mgr. 
416.0198

10/3/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A room 15 is too cold per 
Ms. Scurlock 416-0198

10/3/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

10/11/13 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A Room 12 a/c not cooling 
per Ms Scurlock 416-3152

10/14/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Room 25 a/c not cooling 
per Ms. Scurlock 416-3152

10/14/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A UNIT NOT COOLING IN 
RM-23.
PLANT MGR-
SCURLOCK/416.3152

10/16/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A A/C-HEAT UNIT RM 8-
MAKING NOISES-PLANT 
MGR SCURLOCK 416-
3152 KLR

10/29/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A in the principal's office 
there is water leaking 
underneath the carpet per 
scurlock 416-3152 

10/31/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A A/C RM 40-BLOWING 
TOO COLD-PLANT MGR 
SCURLOCK 416-3152 
KLR

11/4/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A per scurlock 416-3152 
room 35 it is 70 degrees 
too cold and in room 33 it 
is too cold but can't see 
the t'stat 

11/5/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

11/8/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT RMS 40 & 26-BOTH 
NOT HEATING-PLANT 
MGR SCURLOCK 416-
3152 KLR

11/12/13 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A HEAT RM 18-NOT 
HEATING-PLANT MGR 
SCURLOCK 416-3152 
KLR

11/13/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A rooms 12 and 30 no heat 
per Ms. Scurlock 416-3152

11/12/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A library, rooms 36, 38, 5 
blowing cold air per Ms. 
Scurlock 416-3152

room 8 unit making loud 
noise

11/12/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

8/9/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A room 15 blowing cold air 
per scurlock416-3152

11/13/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A 3-FCU NOT HEATING IN 
RM-2,3,MAIN OFFICE 
PLANT MGR-
SCURLOCK/416.3152

11/14/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT RMS 8 & 15-BOTH 
NOT HEATING-PLANT 
MGR SCURLOCK 416-
3152 KLR

11/20/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT CAFE-NOT 
HEATING-PLANT MGR 
SCURLOCK 416-3152 
KLR

11/21/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A FCU 1ST FLR RM 12-NOT 
COOLING-SBE MILBURN 
416-0198 KLR

8/15/13 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A UNIT NOT COOLING IN 
CAFE.
PLANT MGR-
SCURLOCK/416.3152 

8/20/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A UNIT IN THE PRINC. 
OFFICE IS NOT 
WORKING.  PER BRIAN 

7/1/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

7/5/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A PUMP THAT CONTROLS 
THE MAIN BLDG IS NOT 
COMING ON. 

7/8/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A chiller in alarm 7/16/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A per Robert Flowers 416-
3152
a/c not working in room 
12, and blowing hot air in 
rooms 5 & 25
room 34A making a loud 
noise

7/22/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A BOILER RM A  PUMP#1 
IS MAKING A LOUD 
NOISE. SBE 
MCFARLANE

7/26/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Room 25 blowing hot air 
per Ms. McFarland 416-
3152

7/26/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Rm 12 not cooling 7/30/13 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A FCU 1ST FLR RM 29 
NORTH-NOT COOLING-
SBE MILBURN KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A A/C IN RMS 21 & 23-
BOTH NOT COOLING & 
RMJ 24-BLOWING TOO 
COLD TEMP IS 60-PLANT 
MGR SCURLOCK 416-
2152 KLR

8/29/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A UNIT NOT COOLING IN 
RM-12,14.
PLANT MGR-
SCURLOCK/416.0198

8/30/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - Filter-Winchester 
Elem - Refer to PM 
schedule details.

9/2/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A FCU NOT COOLING IN 
KK-HALL, LIBRARY
PLANT MGR-
SCURLOCK/416.3152

9/3/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

9/6/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A In the boiler room cooling 
water treatment is in alarm 
per Ms. Scurlock 416-3152

9/12/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A 2-RTU NOT COOLING IN 
CAFE .
PLANT MGR-
SCURLOCK/416.3152

9/18/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Room 35 on kindergarten 
hall room is freezing per 
Ms. Scurlock 416-3152

9/23/13 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A 2-RTU NOT COOLING IN 
CAFE
PLANT MGR-
SCURLOCK/438.4797

9/25/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

4/11/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A per scurlock 416-3152 
room 8 blowing cold

4/15/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A A/C MAIN OFC-NOT 
COOLING-PLANT MGR 
SCURLOCK 416-3152 
KLR

4/23/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A UNIT NOT COOLING IN 
CAFE.
PLANT MGR-
SCURLOCK/691.4087

4/24/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - Filter-Winchester 
Elem - Refer to PM 
schedule details.

4/28/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A per scurlock 416-3152 
rooms 10, 12, 15 a/c not 
coming on

4/29/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A UNIT NOT COMING ON 
IN RM-27A. 
PLANT MGR-
SCURLOCK/438.4797

4/29/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A A/C RM 3, 8, 19, & 29-ALL 
NOT COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

4/29/14 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A A/C RM 28-NOT 
COOLING-PLANT MGR 
SCURLOCK 416-3152 
KLR

4/29/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A per ms scurlock 416-3152 
room 8 is blowing hot

5/5/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A per ms scurlock 416-3152 
CR 8 is not cooling

5/7/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

5/9/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A UNIT NOT COOLING IN 
CAFE, RM-8
PLANT MGR-
SCURLOCK/691.4087

5/9/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A RTU-1 CAFE AREA-NOT 
COOLING-PLANT MGR 
SCURLOCK 416-3152 
KLR

5/20/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEATING UNIT RM 13-
MAKING NOISES-PLANT 
MGR SCURLOCK 416-
3152 KLR

1/27/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEATING UNIT RM 20-
MAKING NOISES-PLANT 
MGR SCURLOCK 416-
3152 KLR

3/17/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A BOILER IS MAKING 
NOISE
PLANT MGR-
SCURLOCK/438.4797

3/18/14 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A FAN COIL UNIT in 
CLASSROOM #8 will NOT 
COME ON per Ms. 
Scurlock, Plant Mgr. 
416.3152

3/24/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A per scurlock 416-3152 
FCU room 20 loud noise

3/25/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A per ms scurlock 416-3152 
portable #55 on east end 
of building the heater is 
not coming on

3/25/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A A POP OFF VALVE is 
LEAKING in the BOILER 
ROOM (across from the 
Library) per Ms. Scurlock, 
Plant Mgr. 416.3152

4/2/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A UNIT NOT COOLING IN 
LIBRARY
PLANT 
MGR/SCURLOCK/691.40
87

4/3/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A FCU NOT HEATING IN 
RM-3.
PLANT MGR-
SCURLOCK/416.3152

11/25/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A room 21 blowing cold air 
per Ms. scurlock 416-3152

11/26/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A cafeteria blowing cold air 
per scurlock 416-3152

12/5/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT RM 12-NOT 
HEATING-PLANT MGR 
SCURLOCK 416-3152 
KLR

12/5/13 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A room 15 is blowing cold air 
per Ms. Scurlock 416-3152

12/5/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

12/6/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT RM 29-NOT 
HEATING-PLANT MGR 
SCURLOCK 416-3152 
KLR

12/9/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A rooms 11, 26, 29, 15, 30 
blowing cold air per Ms. 
scurlock 416-3152

12/9/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A main office storage room 
and classroom #5 blowing 
cold air per Ms. Scurlock 
416-0198

12/10/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A per Ms. Scurlock 416-3152 
classroom 25 is blowing 
cold air

12/11/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Unit in MAIN OFFICE is 
NOT HEATING per Ms. 
Scurlock, Plant Mgr. 
416.3152

12/12/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT RM 27-NOT 
HEATING-PLANT MGR 
SCURLOCK 416-3152 
KLR

12/13/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A per Ms. Scurlock 416-3152 
classroom #3 is blowing 
cold air

12/16/13 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A FCU NOT HEATING IN 
RM-12 
PLANT MGR-
SCURLOCK/416-3152

12/17/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - Filter-Winchester 
Elem - Refer to PM 
schedule details.

12/30/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Units in Rooms 8 & 17 are 
NOT HEATING per Ms. 
Scurlock, Plant Mgr. 
416.3152

1/6/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT RM 8 & 25-BOTH 
NOT COMING ON-PLANT 
MGR SCURLOCK 416-
3152 KLR

1/7/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

1/10/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A per ms scurlock 416-3152 
room 25 in annex is 
blowing cold

2/3/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A FCU RM 13-MAKING 
NOISES-PLANT MGR 
SCURLOCK 416-3152 
KLR

2/3/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A FCU NOT HEATING IN 
RM-19 .
PLANT MGR-
SCURLOCK/691.4087

2/4/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

2/7/14 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A HEAT RM 40-TEMP IS 90, 
RM 38-TEMP IS OVER 
80, RM 37-TEMP IS 85, & 
RM 34-TEMP IS 85-ALL 
ARE OVERHEATING-
PLANT MGR SCURLOCK 
416-3152 KLR

2/11/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT TEACHER'S 
WORKRM #15-NOT 
HEATING-PLANT MGR 
McFARLANE 416-3152 
KLR

2/18/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT RM 22-NOT 
HEATING & MAKING 
NOISES-PLANT MGR 
McFARLANE 416-3152 
KLR

2/18/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A POP-OFF VALVE ON 
BOILER-1 MECH RM 
KINDERGARTEN HALL-
PLANT MGR SCURLOCK 
416-3152 KLR

2/24/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT RM 22-MAKING 
NOISES & RM 16-NOT 
HEATING-PLANT MGR 
SCURLOCK 416-3152 
KLR

2/25/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A UNIT on TOP OF MAIN 
BUILDING on the E. END 
is making a LOUD NOISE 
per Ms. Scurlock, Plant 
Mgr. 416.3152

2/26/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - WINSHESTER 
ELEM LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

3/2/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A BOILER is NOT COMING 
ON per Ms. Scurlock, 
Plant Mgr. 416.3152

3/4/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A HEAT RM 33, 38, 29, & 40-
ALL ARE OVERHEATING-
SBE DOESN'T KNOW 
WHAT TEMP IS-PLANT 
MGR SCURLOCK 416-
3152 KLR

3/5/14 Heating/Ventilation /Air 
Conditioning



Winchester El (2805) 3A RTU CAFE AREA-NOT 
HEATING-PLANT MGR 
SCURLOCK 416-3152 
KLR

3/6/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - 1' Filters 
(Monthly) - Winchester 
Elem - Refer to PM 
schedule details.

3/7/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A .......filters in the classroom 
dated 8/3/2013. some had 
no date on them, need to 
be replaced 

1/17/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - Oil Lube & Belt-
Winchester Elem - Refer 
to PM schedule details.

8/6/13 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Yearly - Boiler 008-
Winchester El-Old Bldg 1st 
Fl - Refer to PM schedule 
details.

3/10/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Monthly - Oil Lube & Belt-
Winchester Elem - Refer 
to PM schedule details.

3/11/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Yearly - Boiler 037 -
Winchester-1st Fl Boiler 
Rm - Refer to PM 
schedule details.

3/11/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A Yearly - Boiler 058 - 
Winchester-Annex Boiler 
Rm  - Refer to PM 
schedule details.

3/11/14 Heating/Ventilation /Air 
Conditioning

Winchester El (2805) 3A The room needs to be 
painted. 

8/6/13 31 Painting



Winchester El (2805) 3A Room 29  needs to be 
painted.

8/6/13 room 29 Painting

Winchester El (2805) 3A The sick bay restroom 
needs painting.

8/15/13 Sick Bay Painting

Winchester El (2805) 3A Room 25 needs painting. 8/15/13 Room 25 Painting

Winchester El (2805) 3A Room 11 needs painting 8/15/13 Room 11 Painting

Winchester El (2805) 3A .........had a dumpster 
removed that was leaking, 
would like to have that 
area pressure washed, to 
remove residue Thanks

11/13/13 Painting

Winchester El (2805) 3A Room # 28 needs painting 8/8/13 room 28 Painting

Winchester El (2805) 3A ......requesting classroom 
14 be painted in bad 
shape

11/11/13 Painting

Winchester El (2805) 3A .......requesting classroom 
32 be painted in bad 
shape

11/11/13 Painting

Winchester El (2805) 3A .......requesting classroom 
25 be painted, in bad 
shape

11/11/13 Painting



Winchester El (2805) 3A ........requesting hallway in 
main bldg be painted, in 
bad shape

11/11/13 Painting

Winchester El (2805) 3A Ms Perry room 31 need to 
be painted.

8/15/13 Painting

Winchester El (2805) 3A T sims room 29 need 
painting.

8/15/13 room 29 Sims Painting

Winchester El (2805) 3A .......requesting classroom 
5 be painted, in bad shape

11/12/13 Painting

Winchester El (2805) 3A .......got water stained 
ceiling tile in the boys 
restrooms on the 1st grade 
hallway the need to primed 
and painted

4/10/14 Painting

Winchester El (2805) 3A PAINT INSIDE DOORS IN 
CAFE

10/25/13 Painting

Winchester El (2805) 3A V Thomas Rm 22 needs 
painting. 

8/15/13 room 22 Painting

Winchester El (2805) 3A paint above windows in 
back of cafeteria and post

8/8/13 Painting

Winchester El (2805) 3A repair broken walkway on 
play ground

4/21/14 Painting



Winchester El (2805) 3A PIPE TO SINK LOCATED 
NEXT TO DISHWASHER-
HAS BURST AND WATER 
EVERYWHERE-CALLED 
IN BY PRIN CHILDRESS 
416-3152 KLR

8/19/13 Plumbing

Winchester El (2805) 3A A/C UNIT is LEAKING in 
the STORAGE ROOM in 
the MAIN OFFICE per Ms. 
Scurlock, Plant Mgr. 
416.3152

6/26/14 Plumbing

Winchester El (2805) 3A 2 OR 3-COMPARTMENT 
SINK LEAKING IN 
KITCHEN-SBE DOESN'T 
KNOW WHICH ONE-
PLANT MGR SCURLOCK 
416-3152 KLR

1/13/14 Plumbing

Winchester El (2805) 3A drain pipe in cafeteria 
leaks making ceiling wet, 
location in front of south 
double doors, pipes are 
sticking out of the wall, 
west ceiling tjile 

10/1/13 Plumbing

Winchester El (2805) 3A A/C LIBRARY-LEAKING-
PLANT MGR SCURLOCK 
416-3152 KLR

10/15/13 Plumbing

Winchester El (2805) 3A commode leaking around 
fixtures when commode is 
flushed

10/22/13 2nd grade boys r/r Plumbing

Winchester El (2805) 3A TOILET IS 
OVERFLOWING IN G/RR. 
PLANT MGR-
SCURLOCK/691.4087

10/25/13 Plumbing

Winchester El (2805) 3A .......got a 3 compartment 
sink that leaks underneath, 
faucet that leaks also

11/1/13 Kitchen Plumbing

Winchester El (2805) 3A ......need a hot water 
installed in the Principal's 
office, main building

11/21/13 Plumbing



Winchester El (2805) 3A Per Mr. Milbern 416-0198 
Room 35 a/c leaking

8/13/13 Plumbing

Winchester El (2805) 3A per Ms. Scurlock 416-3152 
1st grade hall boys 
restroom there is a 
commode that is running 
(swirling) and can't shut off

11/18/13 Plumbing

Winchester El (2805) 3A .......need a hot water 
heater installed in the 
teachers lounge in the 
Annex Bldg

11/21/13 Plumbing

Winchester El (2805) 3A Sink Leaking 
Dishroom,cooking area.

8/16/13 Cafeteria Plumbing

Winchester El (2805) 3A Dish Machine leaking after 
turned off

8/16/13 Plumbing

Winchester El (2805) 3A Girls 3rd grade hall, 
restroom 3rd stall 
commode stopped up

8/20/13 Plumbing

Winchester El (2805) 3A boys 3rd grade hall, Boys 
restroom 1st stall had a 
hole in the wall that need 
to be covered

8/20/13 Plumbing

Winchester El (2805) 3A TOILET IS 
OVERFLOWING G/RR, & 
FLR DRAIN IS BACKING 
IN B/RR 3RD GRADE 
HALL
PLANT MGR-
SCURLOCK/416.0198 

8/20/13 Plumbing

Winchester El (2805) 3A right faucet in boys 
restroom leak

8/20/13 annex building Plumbing



Winchester El (2805) 3A WATER HEATER 
KITCHEN STORAGE-NOT 
HEATING WATER-NO 
HOT WATER TO 
KITCHEN-SBE MILBURN 
416-0198 KLR

8/6/13 Plumbing

Winchester El (2805) 3A PILOT NEEDS TO BE LIT 
STOVE. 
PLANT MGR-
MCFARLAND/416-0198

7/26/13 Plumbing

Winchester El (2805) 3A The hand washing basin in 
front hallway has a leak 
that is constantly running 
water.

8/2/13 Plumbing

Winchester El (2805) 3A NO HOT WATER IN CAFE
PLANT MGR-
MILBURN/416.0198

8/22/13 Plumbing

Winchester El (2805) 3A 3rd grade boys restroom 
floor drain moves very 
slow

9/3/13 Plumbing

Winchester El (2805) 3A Sink in the boys restroom 
in the Annex Bldg, do not 
work

9/6/13 annex bldg Plumbing

Winchester El (2805) 3A 1st grade boys restroom 
1st stall will not flush

9/12/13 Plumbing

Winchester El (2805) 3A water fountain in hallway is 
running nonstop, not over 
flowing

9/17/13 1st grade hall Plumbing

Winchester El (2805) 3A COMMODE 2ND GRADE 
G RR-WHEN FLUSHED, 
WATER SHOOTS OUT 
EVERYWHERE AND PER 
SBE IT GOT ALL OVER A 
STUDENTS PANTS-
PLANT MGR SCURLOCK 
416-3152 KLR

9/18/13 Plumbing



Winchester El (2805) 3A ........main hall water 
fountain nest to classroom 
13, third faucet from the 
left has a pin hole in it

4/15/14 Plumbing

Winchester El (2805) 3A FCU RM 17-DRAINPIPE 
ON THE OUTSIDE HAS 
BEEN KICKED OFF-PIPE 
IS IN PLANT MGR'S OFC-
PLANT MGR SCURLOCK 
416-3152 KLR

4/16/14 Plumbing

Winchester El (2805) 3A WATER is COMING UP 
THROUGH the FLOOR 
DRAIN in the BOYS' RR in 
the ANNEX BUILDING per 
Ms. Scurlock, Plant Mgr. 
416.3152

4/25/14 Plumbing

Winchester El (2805) 3A NO HOT WATER IN 
KITCHEN. 
PLANT MGR-
SCURLOCK/438.4797

4/29/14 Plumbing

Winchester El (2805) 3A FLOOR DRAIN SERVING 
LINE-HAS AN ODOR 
COMING FROM IT-
PLANT MGR SCURLOCK 
416-3152 KLR

5/6/14 Plumbing

Winchester El (2805) 3A 3-COM SINK IS 
STOPPED UP IN 
KITCHEN
PLANT MGR-
SCURLOCK/438.4797

1/22/14 Plumbing

Winchester El (2805) 3A ,,,,,,,faucet in Principal's 
office leaks

1/22/14 Plumbing

Winchester El (2805) 3A .......faucet in main hall 
leaks

1/22/14 Plumbing

Winchester El (2805) 3A 3-COM SINK IS LEAKING 
WATER IN KITCHEN
PLANT MGR-
SCURLOCK/438.4797

1/30/14 Plumbing



Winchester El (2805) 3A ......water fountain on the 
1st grade hall leaks 
underneath

4/1/14 Plumbing

Winchester El (2805) 3A water fountain in annex 
building is overflowing and 
she has cut water off but 
thinks to entire building per 
Ms. Scurlock 416-3152

12/9/13 Plumbing

Winchester El (2805) 3A PIPE CUST CLOSET 1ST 
GR HALL-HAS BURST 
AND WATER GOING 
EVERYWHERE PER SBE-
PLANT MGR SCURLOCK 
416-3152 KLR

12/17/13 Plumbing

Winchester El (2805) 3A .......water fountains in the 
Annex bldg not working

2/4/14 Plumbing

Winchester El (2805) 3A .......water fountain 
handles stuck, water 
continue to run

2/5/14 Plumbing

Winchester El (2805) 3A .......water fountain in the 
main hall next to 
classroom 3 leaks 
underneath

2/10/14 Plumbing

Winchester El (2805) 3A PIPE TO AHU OUTSIDE 
CAFE-HAS BURST-
PLANT MGR 
McFARLANE 416-3152 
KLR

2/19/14 Plumbing

Winchester El (2805) 3A 3-COM SINK IS LEAKING 
WATER IN KITCHEN, 
STALL IS STOPPED IN 
G/RR 2ND GRADE HALL
PLANT MGR-
SCURLOCK/691.4087

2/20/14 Plumbing

Winchester El (2805) 3A PIPE LEAKING IN FRONT 
OF LIBRARY PER SBE-
PLANT MGR SCURLOCK 
416-3152 KLR

3/5/14 Plumbing



Winchester El (2805) 3A .....no hot water in various 
location thru out main bldg

11/21/13 Plumbing

Winchester El (2805) 3A ........got a really bad leak 
in the breezeway leading 
from the 1st grade hallway 
to the kindergarten hallway

6/23/14 Roof

Winchester El (2805) 3A roof leaking into classroom 
33, ceiling tile was 
replaced had a water stain 
on it

9/5/13 classroom 33 Roof

Winchester El (2805) 3A .........breezeway/hallway 
between kindergarten and 
1st grade west wall leaks 
when it rains

4/15/14 Roof

Winchester El (2805) 3A ........on the 1st grade 
hallway classroom 
17,18,19,22 has water 
stained ceiling tile in it, 
roof leaking in that section 
of the building

4/15/14 Roof

Winchester El (2805) 3A .......got water stained 
ceiling tile in classroom 29, 
in the Annex bldg

4/17/14 Roof

Winchester El (2805) 3A .........roof is still leaking in 
front of classroom 17, 
changed ceiling tile three 
times since the last time 
someone was out looking 
at the roof, water stained 
tile in the Principal's office

5/7/14 Roof

Winchester El (2805) 3A .......water stained ceiling 
tile in front of classroom 
17, I have changed that 
ceiling tile several times 

4/7/14 Roof

Winchester El (2805) 3A .......water stained ceiling 
tile in the hallway in front 
of classroom 4, classroom 
17, in the storage room on 
the 1st grade hallway 20-
A,  

1/10/14 Roof



Winchester El (2805) 3A ........at the beginning of 
the 1st grade hall, double 
doors to the right water is 
coming from underneath 
the cove base, the wall is 
not wet

2/4/14 Roof

Winchester El (2805) 3A ........ceiling still leaking in 
hallway in front of 
claassroom 17

2/27/14 Roof

Winchester El (2805) 3A .......metal skirt on portable 
05 in bad shape, some pcs 
need to be replaced

1/10/14 Sheet Metal



Count of Craft Craft
Location Cabling Carpentry Electrical HVAC Plumbing Sheet Metal Grand Total

Winridge ES (2810) 3B 5 3 24 27 12 2 73
Grand Total 5 3 24 27 12 2 73



Location Request Description Submittal Date Area Description Area Number Craft
Winridge ES (2810) 3B Please check and correct 

two computer drops in the 
kitchen/cafeteria not 
working. The wires are 
corroded.

12/3/13 Kitchen Kitchen Cabling

Winridge ES (2810) 3B Please check and correct 
the Ethernet port in the 
cafeteria managers office 
not working. The phone 
and the internet are no 
longer operational.

8/29/13 Kitchen Cafeteria Managers Office Cabling

Winridge ES (2810) 3B Please check and correct 
computer ethernet drops 
not working in rooms 
B121, B119, B116

9/4/13 Classroom B121/B119 Cabling

Winridge ES (2810) 3B Please check and correct 
two Ethernet drops in the 
floor that are not working 
in room A120

9/12/13 Classroom A120 Cabling

Winridge ES (2810) 3B Please check and correct 
ethernet drop in the floor 
of room E113 not working.
Check and correct port in 
room B121 not working.
Check and correct port in 
room B116 not working.
Check port in room E108 

10/14/13 Classroom E 113 Cabling

Winridge ES (2810) 3B Please check and repair 
dry wall in the ceiling that 
has dropped. This may be 
allowing outside air into 
the room making it cold.

1/10/14 Classroom A 120 Carpentry

Winridge ES (2810) 3B Please check and correct 
three (3) door handles to 
the cafeteria doors that 
have broken springs. The 
door handles are not 
returning to the proper rest 
position.

1/29/14 Cafeteria Cafeteria Entrance Doors Carpentry

Winridge ES (2810) 3B Please check and repair 
floor molding/baseboard 
strip that has become 
unglued from the wall. This 
strip is now a trip hazard. 

2/13/14 Hallway/Corridor D Hallway Carpentry



Winridge ES (2810) 3B Please change the ballast 
in a fixture out in the 
teachers lounge.
Please change the ballast 
in a light out in the Hallway 
that connects the A and B 
Hallway.

5/27/14 1st Floor Teachers Lounge Electrical

Winridge ES (2810) 3B Plant managers office has 
one light out. Ballast is 
defective. Also one 
defective ballast in the 
boiler room area.

6/13/14 Administration Area Plant Manager Office Electrical

Winridge ES (2810) 3B Please replace a clock that 
is not working in room 
D119.
Please replace clock that 
is not working in the D 
hallway.

3/24/14 Classroom D119/D-hallway Electrical

Winridge ES (2810) 3B Please check and correct 
a light out in the nurses 
station in the main office. 
The ballast is defective. 
3 bulb ballast.

4/3/14 Administration Area Nurses Station Electrical

Winridge ES (2810) 3B per mr wharwood 416-
7581 breaker will not reset 
for convection oven in 
kitchen

4/7/14 Electrical

Winridge ES (2810) 3B UNIT HAS BURNING 
SMELL IN RM-E110.
PLANT MGR-
WHARWOOD/416.4524

2/26/14 Electrical

Winridge ES (2810) 3B AHU-3 SERVES ENTIRE 
D HALL ABOUT (11) RMS-
KEEPS TRIPPING 
BREAKER-PLANT MGR 
WHARWOOD 416-7581 
KLR

2/27/14 Electrical

Winridge ES (2810) 3B Please replace breaker #4 
in junction box LB located 
in the boiler room. This 
breaker is weak and trips 
constantly.

3/7/14 Mechanical Room Main Eletrical Room Electrical

Winridge ES (2810) 3B Please check and correct 
5 lights out in the parking 
lot and 4 lights out on the 
outside of the building.

10/25/13 Grounds Building Lights/ Parking 
Lot Lights

Electrical



Winridge ES (2810) 3B AHU IS MAKING NOISE 
IN RM-E112
PLANT MGR-
WHARWOOD/649.4620

11/8/13 Electrical

Winridge ES (2810) 3B Please check and correct 
two (2)ballasts out in the 
girls restroom on the 
kindergarden hall.

12/3/13 Restroom (Girls) Kindergarden Hall Girls 
Restroom

Electrical

Winridge ES (2810) 3B Please check and correct 
light out in the nurses 
station restroom. The 
ballast is defective. 3 light 
fixture 277watt florescent.

1/10/14 Administration Area Nurses Station in Main 
Office Restroom

Electrical

Winridge ES (2810) 3B Please replaced defective 
ballast in a 277 watt three 
light fixture located in the 
main area of the guidance 
suite.

1/15/14 Administration Area Guidance Suite. Electrical

Winridge ES (2810) 3B Please provide 2 cases of 
32 watt T8 florescent 
lightbulbs.

1/15/14 Mechanical Room Plant Manager's Office Electrical

Winridge ES (2810) 3B Please check and correct 
light out in the D hallway 
near the restrooms.
Also one ballast out in 
room A-114

2/9/14 Hallway/Corridor D Hallway Electrical

Winridge ES (2810) 3B AHU#3 NOT COMING ON 
IN EAST HALL RM-
D102M.
PLANT MGR-
WHARWOOD/649.4620

2/11/14 Electrical

Winridge ES (2810) 3B COMPLETE POWER 
OUTAGE. SBE 
WHARWOOD 

7/22/13 Electrical

Winridge ES (2810) 3B Please check and correct 
light fixture out in Plant 
Manager's office. The 
ballast is defective.

7/26/13 Mechanical Room Plant Manager Office Electrical



Winridge ES (2810) 3B Please supply 4 cases of 
32 watt T8 light bulbs 
(46758)
Please supply thirty(30) 24 
watt 4pin compact 
florescent bulbs. 

7/26/13 Mechanical Room Plant Manager Office Electrical

Winridge ES (2810) 3B Please check and correct 
electrical sockets for the 
computers near the front 
of the room in the floor not 
working. 

7/30/13 Classroom A121 Electrical

Winridge ES (2810) 3B Please check and correct 
7 lights out in the atrium in 
the main lobby. A specialty 
bulb is needed to complete 
the repair.
26W 4pin fluorescent.

9/25/13 1st Floor ATRIUM Electrical

Winridge ES (2810) 3B Please check and correct 
light out in the main atrium 
area at the front entrance 
to the building. 6 foot 
ladder needed to complete 
repair.

10/9/13 1st Floor Main Entrance Atrium Electrical

Winridge ES (2810) 3B Please replace five (5) 
emergency illumination 
lights that are not working.
1 in multipurpose room
1 on B Hallway
1 on D Hallway
1 on E hallway
1 in Guidance suite

10/14/13 1st Floor E hall, D hall/B hall, Mulit 
Rm

Electrical

Winridge ES (2810) 3B Please check and correct 
5 lights out in the cafeteria 
and 6 out in the 
multipurpose room.  A 
sizzor lift will be needed to 
complete the repair.

10/21/13 Cafetorium Multipurpose 
Room/Cafeteria

Electrical

Winridge ES (2810) 3B Monthly - Filter-Winridge 
Elem - Refer to PM 
schedule details.

3/29/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B clean chiller 4/10/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B CHILLER MECH RM-IN 
ALARM-PLANT MGR 
WHARWOOD 416-7581 
KLR

4/14/14 Heating/Ventilation /Air 
Conditioning



Winridge ES (2810) 3B CHILLER MECH RM-IN 
ALARM-PLANT MGR 
WHARWOOD 416-7581 
KLR

4/29/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B A/C A HALL ABOUT (7) 
RMS & B HALL ABOUT 
(11) RMS-ALL NOT 
COOLING-PLANT MGR 
WHARWOOD 416-7581 
KLR

5/9/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B A/C ELECT RM E095-
KEEPS TRIPPING THE 
BREAKER-HOT IN RM-
PLANT MGR 
WHARWOOD 416-7581 
KLR

5/12/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B AHU-8 AUDITORIUM-
BELTS BROKE-PLANT 
MGR WHARWOOD 416-
6727 KLR

3/28/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B CHILLER MECH RM-IN 
ALARM-PLANT MGR 
WHARWOOD 416-7581 
KLR

3/31/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B CHILLER MECH RM-IS IN 
ALARM-PLANT MGR 
WHARWOOD 416-7581 
KLR

4/9/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B CHILLER NOT COMING 
ON.
PLANT MGR-
WHARWOOD/649.4620

10/31/13 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B AHU - IN PRIN OFC - 
BLOWING COLD AIR - 
PM/WARDWOOD  416-
7581

11/7/13 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B Chiller is in ALARM per Mr. 
Wardwood, Plant Mgr. at 
901.416.7581

11/18/13 Heating/Ventilation /Air 
Conditioning



Winridge ES (2810) 3B HEAT RM A120-NOT 
HEATING-PLANT MGR 
WHARWOOD 416-7581 
KLR

11/22/13 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B Monthly - Filter-Winridge 
Elem - Refer to PM 
schedule details.

11/30/13 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B AHU NOT HEATING IN 
PLANT MGR OFFICE 
PLANT MGR-
WHARWOOD/649.4620

12/10/13 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B HEAT RM E109-TEMP IS 
76 & RM E110-TEMP IS 
80-BOTH ARE 
OVERHEATING-PLANT 
MGR WHARWOOD 416-
7581 KLR 

1/8/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B per Mr. Wharword 416-
7581 the boiler is in alarm

2/10/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B HEAT RM A120-NOT 
HEATING-PLANT MGR 
WHARWOOD 416-7581 
KLR

2/13/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B BOILER MECH RM-IN 
ALARM-PLANT MGR 
WHARWOOD 416-7581 
KLR

2/14/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B AHU NOT COOLING IN 
MAIN OFFICE(136)
PLANT MGR-
WHARWOOD/416.7581

7/29/13 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B AHU NOT COOLING IN 
RM-C108(059).
PLANT MGR-
WHARWOOD/416.4620

7/30/13 Heating/Ventilation /Air 
Conditioning



Winridge ES (2810) 3B FCU-2 RM B121-NOT 
COMING ON-SBE 
WHARWOOD 416-7581 
KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B MAIN OFC AHU (095-138) 
NOT COMING ON
SBE WHARWOOD 416-
7581

8/1/13 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B AHU-5 ROOF-MAKING 
LOUD NOISES-SBE 
WHARWOOD 416-7581 
KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B Monthly - Filter-Winridge 
Elem - Refer to PM 
schedule details.

8/3/13 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B Monthly - Oil Lube & Belt-
Winridge Elem - Refer to 
PM schedule details.

8/13/13 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B Monthly - Oil Lube & Belt-
Winridge Elem - Refer to 
PM schedule details.

3/17/14 Heating/Ventilation /Air 
Conditioning

Winridge ES (2810) 3B Please check and correct 
an outside spigot that is 
constantly running water. 
The pipe will not turn off.

6/2/14 1st Floor Outside Boiler Room Nroth 
Side

Plumbing

Winridge ES (2810) 3B Hook oven back up in the 
kitchen.

6/16/14 Plumbing

Winridge ES (2810) 3B Please repair a water 
fountain outside the boys 
restroom on the D 
Hallway. The water is 
running continually.

6/23/14 Hallway/Corridor D Hallway Boys Restroom Plumbing



Winridge ES (2810) 3B Test RP 6/30/14 Plumbing

Winridge ES (2810) 3B Please supply and replace 
a broken toilet seat in the 
men's restroom that is 
located in the main office.

11/26/13 Administration Area Mens Restroom Plumbing

Winridge ES (2810) 3B GAS SMELL IN KITCHEN 
OVEN
PLANT MGR-
WHARWOOD/646.4620

12/3/13 Plumbing

Winridge ES (2810) 3B Please check and correct 
toilet not flushing. The 
flushometer is defective.

1/9/14 1st Floor A120 Plumbing

Winridge ES (2810) 3B Please check and correct 
hot water faucet leaking in 
large sink in kitchen.

8/2/13 Kitchen Kitchen Plumbing

Winridge ES (2810) 3B Please check and correct 
water fountain leaking 
when used. 
SCS# 095-189

8/7/13 Hallway/Corridor B Hallway near Boys 
Restroom

Plumbing

Winridge ES (2810) 3B Please check and correct 
water leaking from the 
spray nozzle on the 
dishwasher in the kitchen.

8/20/13 Kitchen Kitchen Plumbing

Winridge ES (2810) 3B AHU IS LEAKING WATER 
IN RM-B120
PLANT MGR-
WHARWOOD/649.4620

9/30/13 Plumbing

Winridge ES (2810) 3B GAS SMELL IN KITCHEN
PLANT MGR-
WHARWOOD/649.4620

2/19/14 Plumbing



Winridge ES (2810) 3B Please repair hole in the 
wall behind the oven in the 
kitchen and also outside 
the cooler. 

12/3/13 Kitchen Kitchen Sheet Metal

Winridge ES (2810) 3B Please check and repair 
duct work for Air Handler 
#1 that has been 
compromised. There is a 
large gap in the seam at 
the top of the ductwork 
that is letting in water and 
loosing air. 

1/7/14 1st Floor Roof Over Boiler Room Sheet Metal



Count of Craft Craft
Location Asbestos Cabling Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Wooddale HS (2815) 3B 3 4 55 76 42 16 59 9 2 266
Grand Total 3 4 55 76 42 16 59 9 2 266



Location Request Description Submittal Date Area Description Area Number Craft
Wooddale HS (2815) 3B Please insulate pipes 

inside of ac unit in room 
113 where plumbers have 
made repairs to chilled 
water lines.

5/13/14 Asbestos

Wooddale HS (2815) 3B Request someone inspect 
what I think maybe 
potenial mold in Cafeteria 
around air vents, the 
ceiling girls locker room 
restroom, and ceiling 
across from main 
office,maybe other area. 

10/18/13 1st Floor Cafe,main office,girl locker 
room

Asbestos

Wooddale HS (2815) 3B Request to have gym floor 
refinished.

11/25/13 Gym Asbestos

Wooddale HS (2815) 3B Request to have MDF 
drop 12 office 9 to 
relabeled. This support our 
ability to send documents 
to the printer in the main 
office.

6/9/14 Administration Area Cabling

Wooddale HS (2815) 3B Request to have three 
drops raised four feet  to 
accommodate the 
graphics for the reovation 
in room 139.

10/25/13 Classroom Rm. 139 Cabling

Wooddale HS (2815) 3B Request to have the drops 
in the upstair and 
downstair teacher lounge 
check to see why they 
don't work.

10/28/13 Administration Area up&downstair teacher 
lounge

Cabling

Wooddale HS (2815) 3B fp-3500(Request Network 
Cabling Project 
Management).

7/24/13 Cabling

Wooddale HS (2815) 3B WINDOW RM 102-LATCH 
BROKEN-SOMEONE 
CAME THRU IT OVER 
THE WEEKEND-WON'T 
BE ABLE TO SECURE-
PLANT MGR TUGGERS 
416-2440 KLR

9/16/13 Carpentry



Wooddale HS (2815) 3B WINDOWS- RM 104 & RM 
106 - BROKEN OUT & 
ROTC BASEMENT DR 
TORN OFF HINGES - 
PM/TUGGERS 416-4440

9/23/13 Carpentry

Wooddale HS (2815) 3B Request to have door 
repaired and lock install to 
boy's locker room in the 
gym.

9/24/13 Gym locker room Carpentry

Wooddale HS (2815) 3B WINDOW BROKEN OUT 
IN RM 102 OVER 
WEEKEND DUE TO A 
BREAK IN-WON'T BE 
ABLE TO SECURE-
PLANT MGR TUGGERS 
416-2440 KLR

9/30/13 Carpentry

Wooddale HS (2815) 3B Repair broken door handle 
on entry door westside 
facing courtyard.

9/30/13 Annex Westside facing courtyard Carpentry

Wooddale HS (2815) 3B Supply and install bulletin 
boards. 4-8'x4' and 4-4'x4'

6/3/14 Hallway/Corridor Main hall outside of the 
cafeteria & teachers loun

Carpentry

Wooddale HS (2815) 3B per mr hooker 416-2440 
window broken out in room 
220 main building

4/29/14 Carpentry

Wooddale HS (2815) 3B Replace/repair broken 
window in the classroom 
door.

5/1/14 2nd Floor Classroom 202-Ms Parker Carpentry

Wooddale HS (2815) 3B Replace/repair broken 
glass in classroom door

5/1/14 2nd Floor Classroom 231-Mr. 
Thomas

Carpentry

Wooddale HS (2815) 3B Repair and secure door 
pull handle & push plate

5/6/14 Restroom (Boys) 1st floor across from plant 
mgr office

Carpentry



Wooddale HS (2815) 3B DOOR - WEST SIDE OF 
KITC EXIT DR - LATCH -
BROKEN- PM/HOOKER 
416-2440

5/9/14 Carpentry

Wooddale HS (2815) 3B WINDOW WON'T SHUT 
IN RM-220
PLANT MGR-
HOOKER/416.2440

5/23/14 Carpentry

Wooddale HS (2815) 3B Request to have three 
door closure replaced on 
cafeteria entrance.

6/20/14 Cafetorium Carpentry

Wooddale HS (2815) 3B Request to have two 8ft 
and one 4ft dry erase 
board install in room 112

6/26/14 Classroom Rm 112 Carpentry

Wooddale HS (2815) 3B WINDOW COMPLETELY 
OUT IN RM 101 DUE TO 
A BREAK IN OVER THE 
WEEKEND-WON'T BE 
ABLE TO SECURE-
PLANT MGR HOOKER 
416-2440 KLR

10/7/13 Carpentry

Wooddale HS (2815) 3B HANDLE ON MAIN 
ENTRANCE DOOR 
CARDINAL WING-
HANGING OFF DOOR-
WON'T BE ABLE TO 
SECURE-PLANT MGR 
HOOKER 416-2440 KLR

10/7/13 Carpentry

Wooddale HS (2815) 3B Repair window in the 
interior door. Urgent

10/7/13 Classroom Room 232-2nd floor main 
bldg

Carpentry

Wooddale HS (2815) 3B Request to have dry erase 
board moved from room 
139 and install in room 
212.

10/18/13 Classroom Carpentry

Wooddale HS (2815) 3B Request to have broken 
floor tile replace inside the 
door of the elevator.

10/30/13 1st Floor elevator main building Carpentry



Wooddale HS (2815) 3B Repair the main office 
counter connecting entry 
gate.

10/31/13 Administration Area main office Carpentry

Wooddale HS (2815) 3B WINDOWS - MAIN OFC - 
& RM 123 - BROKEN OUT 
- DUE TO A BREAKIN- 
CAN'T SECURE - 
SBE/TUGGERS 416-2440

11/4/13 Carpentry

Wooddale HS (2815) 3B Back door to Aviation class 
room needs a door sweep.

11/4/13 Carpentry

Wooddale HS (2815) 3B Please secure front entry 
door to aviation room so 
students cant pull it open 
when its locked.  

11/4/13 Carpentry

Wooddale HS (2815) 3B Repair/Replace broken 
and loose door closers (4)

11/5/13 Cafeteria Entrance doors Carpentry

Wooddale HS (2815) 3B BROKEN WINDOW 
DOOR ON NORTHWEST 
ENTRY.
SBE-HOOKER/416-2440

7/16/13 Carpentry

Wooddale HS (2815) 3B WINDOW IN THE 
COUNSELOR OFFICE IS 
BROKEN OUT AND THE 
BLDG CANNOT BE 
SECURED. SBE 
HOOKER 416-2440

7/16/13 Carpentry

Wooddale HS (2815) 3B REAR DOOR TO THE 
CAFE PANIC BAR IS 
BROKEN AND THE BDLG 
CANNOT BE SECURED. 
SBE TUGGER 416-2440

7/29/13 Carpentry

Wooddale HS (2815) 3B Request to have a 8ft. 
white dry erase board for 
school ADMIN. facilitator in 
room 232.  

7/29/13 Classroom Rm. 232 Carpentry



Wooddale HS (2815) 3B Request four case of 
mineral board ceiling tile.

7/31/13 1st Floor  Carpentry

Wooddale HS (2815) 3B Request 8ft. dry erase 
board install in room 133.

8/2/13 Classroom Rm. 133 Carpentry

Wooddale HS (2815) 3B Request to have the 
sliding doors repaired to 
cabinets in all four 
chemistry lab. 

8/2/13 Classroom Rm. 202,204,203,205 Carpentry

Wooddale HS (2815) 3B Request to have the door 
that drag with door closure 
repaired in room 227.

8/2/13 Classroom Rm. 227 Carpentry

Wooddale HS (2815) 3B Repair (handicap) stall 
door. See Plant Mgr.

8/7/13 Restroom (Boys) Main hall east wall Carpentry

Wooddale HS (2815) 3B Repair/replace 2 broken 
door closers

11/6/13 Auditorium Front and back entrances Carpentry

Wooddale HS (2815) 3B Repair door closer 11/6/13 Restroom (Boys) Men restroom across from 
Plant Manager office

Carpentry

Wooddale HS (2815) 3B Replace broken door 
closer

11/6/13 2nd Floor Near northeast stairwell Carpentry

Wooddale HS (2815) 3B Replace broken door 
closer

11/13/13 Gym Entrance to Girls locker 
room

Carpentry



Wooddale HS (2815) 3B Repair broken panic bar. 
See  Plant Manager

11/13/13 Gym Boys locker room door 
main hall

Carpentry

Wooddale HS (2815) 3B Replace knocked out 
ceiling tiles in the gym.

11/22/13 Carpentry

Wooddale HS (2815) 3B Repair/replace door closer, 
4th from the right

1/6/14 1st Floor Front door-Main hall Carpentry

Wooddale HS (2815) 3B Repair exit doors near 
cafeteria adjacent to 
student parking lot is 
loosen and cause of  
building break-in.

1/7/14 Cafeteria Exit doors cafeteria 
adjacent student parking 
lot 

Carpentry

Wooddale HS (2815) 3B Repair entry door to the 
girls locker room. The door 
has to be lift up to unlock 
or lock.

1/10/14 Gym Girl's locker room Carpentry

Wooddale HS (2815) 3B Replace broken and 
missing floor tile.

1/17/14 Elevator Main Building Northeast 
corner

Carpentry

Wooddale HS (2815) 3B Replace broken and 
missing floor tile

1/17/14 Hallway/Corridor Aviation hallway Carpentry

Wooddale HS (2815) 3B Request to have door 
closure replace 
(slamming) also replace 
frosted glass with clear 
glass for security reason.

1/23/14 Hallway/Corridor across from main office Carpentry

Wooddale HS (2815) 3B Repair/ replace broken 
screws to door closer. 
ASAP A main exterior 
door.

1/28/14 Annex 1st floor northwest door Carpentry



Wooddale HS (2815) 3B Repair door closer 1/28/14 1st Floor library hall near main office Carpentry

Wooddale HS (2815) 3B Replace/repair broken 
ceiling tile frame/support

2/3/14 Hallway/Corridor Outside of room 119 Carpentry

Wooddale HS (2815) 3B Repair swining gate door 
in the main office (broken 
hinge).

2/10/14 Administration Area main office Carpentry

Wooddale HS (2815) 3B Repair hinges on the 
classroom door. Urgent

2/10/14 Classroom 2nd floor-room 214 Carpentry

Wooddale HS (2815) 3B Request four cases of 
mineral board ceiling tile.

2/18/14 Custodial Carpentry

Wooddale HS (2815) 3B Repair interior security 
fencing and gates. Urgent

2/20/14 1st Floor Northwest hall Carpentry

Wooddale HS (2815) 3B Repair door closer. 2nd 
door from the left.

2/20/14 1st Floor Exterior door near plant 
mgr. office

Carpentry

Wooddale HS (2815) 3B Repair classroom door 
(wood). it is hard to close, 
need to be adjusted.

2/25/14 Classroom Annex bldg- room 46 Carpentry

Wooddale HS (2815) 3B Make 10 wood triangle 
shaped door stops for 
classrooms and 
restrooms.

11/5/13 Custodial Plant Managers office Carpentry



Wooddale HS (2815) 3B AHU CAFE AREA-NOT 
COMING ON-PLANT 
MGR TUGGERS 416-
2440 KLR

8/27/13 Electrical

Wooddale HS (2815) 3B AHU NOT COMING ON IN 
CAFE
PLANT MGR-
TUGGERS/416.2440

9/3/13 Electrical

Wooddale HS (2815) 3B room 113 a/c won't come 
on per tuggers 416-2440

9/5/13 Electrical

Wooddale HS (2815) 3B Repair four bad ballast in 
room 133.

9/6/13 Classroom Rm.133 Electrical

Wooddale HS (2815) 3B Request four cases of 
fluorescent lamps.

9/6/13 Custodial Electrical

Wooddale HS (2815) 3B Request six metal halide 
lamps 100watts (46866) 
for outside lights. 

9/6/13 Custodial Electrical

Wooddale HS (2815) 3B Repair lights under the 
canopy at the front of the 
school. Lights would not 
come on after lamps were 
replaced.

9/6/13 1st Floor Front porch Electrical

Wooddale HS (2815) 3B Replace parking lot lights 
in the front and back of lot.

9/24/13 Grounds parking lot lights Electrical

Wooddale HS (2815) 3B Repair or replace house 
lights in the auditorium. 
(18 out)

9/24/13 Auditorium house lights Electrical



Wooddale HS (2815) 3B Repair or replace the 
lamps in the courtyard 
between annex and main 
building. 

9/24/13 Courtyard between old & new 
building

Electrical

Wooddale HS (2815) 3B Request to have gym 
lamps replaced.

9/24/13 Gym Electrical

Wooddale HS (2815) 3B Need 4 cases of 
flourescent lamps

6/3/14 Custodial Plant Manager's office Electrical

Wooddale HS (2815) 3B UNIT NOT COMING ON 
IN BOILER RM
PLANT MGR-
HOOKER/416.2440

6/3/14 Electrical

Wooddale HS (2815) 3B Replace 4 bad ballasts 6/4/14 1st Floor Main hall in front of gym Electrical

Wooddale HS (2815) 3B Request four cases of 
fluorescent lamp 
replacement

8/9/13 Electrical

Wooddale HS (2815) 3B Replace bad ballasts for 4 
lights.Urgent, restroom 
almost dark

8/9/13 Restroom (Boys) Northwest hall 2nd floor Electrical

Wooddale HS (2815) 3B Request to have the flag 
pole cable replaced and 
extra hooks to hang 
school. 

8/13/13 Grounds Flag pole Electrical

Wooddale HS (2815) 3B EXPOSE WIRES 
COMING FROM ELEC 
BOX GYM WEST-END.
PLANT MGR-
HOOKER/416.2440

3/25/14 Electrical



Wooddale HS (2815) 3B Request four cases of 
fluorescent lamps

4/1/14 Electrical

Wooddale HS (2815) 3B Repair two bad ballast in 
the front office 

4/1/14 Administration Area main office Electrical

Wooddale HS (2815) 3B Repair bad ballast in first 
stairwell adjacent to the 
main office.

4/16/14 Stairway Electrical

Wooddale HS (2815) 3B Request three case of 
florescent lamp 
F32T8/TL741 because the 
F32T8/ADV841/XLL are a 
eighth to a fourth of an 
inch to long.

4/16/14 Electrical

Wooddale HS (2815) 3B Request three cases of 
flurescent lamps.

4/22/14 Custodial Electrical

Wooddale HS (2815) 3B A/C RM CW13-NOT 
COMING ON-PLANT 
MGR HOOKER 416-2440 
KLR

4/28/14 Electrical

Wooddale HS (2815) 3B PARTIAL POWER 
OUTAGE
PLANT MGR-
HOOKER/289.0733

4/28/14 Electrical

Wooddale HS (2815) 3B per mr hooker 416-2440 in 
the kitchen, wall 
receptacle keeps tripping 
breaker it is on NW wall

4/29/14 Electrical

Wooddale HS (2815) 3B per mr hooker 416-2440 
room 102 UV won't come 
on

4/29/14 Electrical



Wooddale HS (2815) 3B CORD CAP ON HOT BOX 
IS GETTING TO HOT IN 
KITCHEN, &  
RECEPTACLE IS 
GETTING HOT BY HOT 
BOX SERVING LINE 
PLANT MGR-
HOOKER/416.2440

4/30/14 Electrical

Wooddale HS (2815) 3B AHU AUDITORIUM WEST 
OF STAGE & AHU GYM 
SW WALL-BOTH NOT 
COMING ON-PLANT 
MGR HOOKER 416-2440 
KLR

5/7/14 Electrical

Wooddale HS (2815) 3B Repair 3 exterior lights. 2 
of the lamps don't last a 
week. ASAP Safety issue

5/7/14 Parking Lot Rear lot near dumpsters Electrical

Wooddale HS (2815) 3B UNIT VENT - 1ST FLR - 
RM 110 - NOT COMING 
ON - PM/HOOKER 416-
2440

5/9/14 Electrical

Wooddale HS (2815) 3B A/C GYM (3) AHU'S, RM 
111, & 109-ALL NOT 
COMING ON-PLANT 
MGR HOOKER 416-2440 
KLR

5/12/14 Electrical

Wooddale HS (2815) 3B TWO (2) UNIT 
VENTILATORS in the 
CHOIR ROOM are NOT 
COMING ON per 
Dewayne Hooker, Plant 
Mgr. 416.2440

5/12/14 Electrical

Wooddale HS (2815) 3B Repair/replace exhaust 
fan.

5/22/14 Restroom (Boys) Basement ROTC restroom Electrical

Wooddale HS (2815) 3B UNIT NOT COMING ON 
IN RM-102
PLANT MGR-
HOOKER/416.2440

5/23/14 Electrical

Wooddale HS (2815) 3B Replace bad ballasts 5/29/14 2nd Floor North hallway-main 
building

Electrical



Wooddale HS (2815) 3B Please replace blown 
bulbs and lamps that are 
out  before AAU Classic in 
late June. 

5/29/14 Electrical

Wooddale HS (2815) 3B Replace bad ballasts 6/2/14 Stairway Northeast-1st floor Electrical

Wooddale HS (2815) 3B Request to have two bad 
ballast replaced in room 
123.

6/13/14 Electrical

Wooddale HS (2815) 3B Replace two bad ballast in 
room 101

6/13/14 Classroom room 101 Electrical

Wooddale HS (2815) 3B Replace two bad ballast in 
room 115

6/13/14 Classroom room 115 Electrical

Wooddale HS (2815) 3B Replace one bad bad 
ballast in room 114

6/13/14 Classroom room 114 Electrical

Wooddale HS (2815) 3B Replace one bad ballast in 
room 109

6/13/14 Classroom room 109 Electrical

Wooddale HS (2815) 3B Request to have exhaust 
fan in ROTC restroom 
replaced.

6/16/14 Classroom ROTC classroom 
basement

Electrical

Wooddale HS (2815) 3B SUPPLY FAN TO THE 
ROTC BLDG IS NOT 
COMING ON. SBE 
TUGGERS 416-2440

6/23/14 Electrical



Wooddale HS (2815) 3B Replace bad ballast 6/26/14 Classroom !st floor room 101 Electrical

Wooddale HS (2815) 3B Replace bad ballasts 6/27/14 Hallway/Corridor Main hall east end Electrical

Wooddale HS (2815) 3B Repair or replace broken 
breaker for chiller.

10/4/13 Electrical

Wooddale HS (2815) 3B We need 4 cases of 
flourescent lamps. ASAP

10/10/13 Custodial Plant Manager Electrical

Wooddale HS (2815) 3B Turn off power to kitchen 
equipment.

10/14/13 Electrical

Wooddale HS (2815) 3B Request to have light 
repair on the back porch of 
the cafeteria kitchen. 

10/14/13 Kitchen back door Electrical

Wooddale HS (2815) 3B Request for 3 cases of 
fluorescent lamps. 

10/14/13 Custodial lights Electrical

Wooddale HS (2815) 3B Repair two bad ballast in 
the Ass't Principal office

10/15/13 Administration Area Ass't Principal office Electrical

Wooddale HS (2815) 3B Request to have house 
lights repaired in the 
Auditorium after Plant 
Mgt/SBE replace lamps 
but did not come on. We 
hve about 16 house lamp 
plus fluorescent on upper 
deck which call for a lift.  

10/21/13 Auditorium Electrical



Wooddale HS (2815) 3B Request to have lights 
repaired on the front porch 
main building. New lamps 
were install but only two 
lights work.

10/30/13 1st Floor front of building Electrical

Wooddale HS (2815) 3B Install new electrical 
circuits for new aviation 
equipment in room 137.

7/5/13 Electrical

Wooddale HS (2815) 3B Replace fifteen lamp in the 
Auditorium

7/31/13 Auditorium Electrical

Wooddale HS (2815) 3B Replace bad bulbs and 
ballasts, on the outside of 
the school. (8)

8/1/13 Grounds Exterior of the school Electrical

Wooddale HS (2815) 3B UNIT VENT RM 226  140-
334 - NEED A MOTOR - 
PM/TUGGERS 416-2440

8/6/13 Electrical

Wooddale HS (2815) 3B BREAKER ACROSS 
FROM MAIN OFC-NOT 
RESETTING CAUSING 
NO POWER TO REAR OF 
LIBRARY RECEPTACLES 
THAT THEY WILL NEED 
TO USE-SBE TUGGERS 
416-2440 KLR

8/6/13 Electrical

Wooddale HS (2815) 3B UV RM 206-NOT COMING 
ON-SBE TUGGERS 416-
2440 KLR

8/8/13 Electrical

Wooddale HS (2815) 3B Replace 5 bad ballasts. 
Room 20% dark. Urgent

11/11/13 Classroom Room 102 Electrical

Wooddale HS (2815) 3B Replace 4 bad ballasts. 
Urgent. Storage room 
completely dark.

11/15/13 Classroom Room 202-science room 
closet 

Electrical



Wooddale HS (2815) 3B Request three cases (75 
lamps) of fluorescent 
lamps

11/25/13 Custodial Electrical

Wooddale HS (2815) 3B Request six metal-x-vapor 
pulse start 
(m100w/umed/ps/4k) 100 
watt (order#46870).

11/25/13 Custodial Electrical

Wooddale HS (2815) 3B Repair boiler  pump 12/20/13 Electrical

Wooddale HS (2815) 3B HEAT RM 101, 104, 106, 
108, & 141-ALL NOT 
COMING ON-PLANT 
MGR HOOKER 416-2440 
KLR

1/7/14 Electrical

Wooddale HS (2815) 3B Repair exterior lights. 
Need bucket truck. Urgent, 
security hazard.

1/15/14 Parking Lot Rear lot-near dumpsters Electrical

Wooddale HS (2815) 3B Repair exterior light. 
Urgent- Dark area

1/15/14 Parking Lot Front lot Southeast wall Electrical

Wooddale HS (2815) 3B Repair 2 electrical outlets. 
Urgent

1/24/14 Cafeteria Northeast and southeast 
walls

Electrical

Wooddale HS (2815) 3B Replace 2 burned out 
lamps on the annex 
outside west wall. 

2/3/14 Annex West exterior wall Electrical

Wooddale HS (2815) 3B Request four cases of 
fluorescent lamp.

2/18/14 Custodial Electrical



Wooddale HS (2815) 3B Replace 2 bad ballasts 2/28/14 1st Floor Teachers lounge Electrical

Wooddale HS (2815) 3B Replace ten lights in the 
gym. 

8/19/13 Gym Electrical

Wooddale HS (2815) 3B Request three cases of 
fluroescent lamps

6/20/14 Custodial Electrical

Wooddale HS (2815) 3B Request three cases of 
fluorescent lamps.

6/9/14 Custodial Electrical

Wooddale HS (2815) 3B Cooling tower on roof top 
is overflowing.  Needs to 
be cleaned.

8/19/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Chiller is down per Mr. 
Tuggers 416-2440

8/26/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Per Gary Tuggers 416-
2440 Room 237 (id# 
140335) a/c unit needs 
on/off switch, Room 226 
(id# 140334) a/c not 
coming on at all, Annex 
wing room 39 roof top unit 
not coming on at all

8/26/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B main office a/c not cooling 
per tuggers 416-2440

9/5/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B A/C RM 139 CARDINAL 
WING-NOT COOLING-
PLANT MGR TUGGERS 
416-2440 KLR

9/10/13 Heating/Ventilation /Air 
Conditioning



Wooddale HS (2815) 3B A/C RM 109 MAIN BLDG 
NW AREA-NOT COMING 
ON-PLANT MGR 
TUGGERS 416-2440 KLR

9/10/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Yearly - Oil Samples-
Wooddale High - Refer to 
PM schedule details.

9/14/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B A/C MAIN HALL (10) 
UNITS, LIBRARY HALL 
(8) UNITS, AVIATION 
HALL (2) UNITS, & MAIN 
OF AHU-ALL NOT 
COOLING-PLANT MGR 
HOOKER 416-2440 KLR

6/5/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Per Gary Tuggers 416-
2440 chiller is out 
ID140001

8/13/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B AHU #140118 for the 
auditorium will not come 
on per Mr. Tuggers 416-
2440

8/14/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B AHU - SERVES THE 
CAFE - IS NOT COMING 
ON - PM/TUGGERS 416-
2440

4/23/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B RTU - ANNEX RM 41, 11, 
45 - AHU - CAFE, - 
BLOWING NOT COOLING 
PM/TUGGERS 416-2440

4/25/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B A/C RM CW18-NOT 
COOLING ON-PLANT 
MGR HOOKER 416-2440 
KLR

4/28/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B A/C MECH RM-LEAKING-
PLANT MGR HOOKER 
416-2440 KLR

4/29/14 Heating/Ventilation /Air 
Conditioning



Wooddale HS (2815) 3B UNIT IS LEAKING OIL IN 
BOILER RM
PLANT MGR-
HOOKER/416.2440

4/30/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B A/C RM CW13-NOT 
COOLING-PLANT MGR 
HOOKER 416-2440 KLR

5/5/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B UV TEACHER'S LOUNGE 
2ND FLR & RM 135 
AVIATION RM-BOTH NOT 
COOLING-PLANT MGR 
HOOKER 416-2440 KLR

5/7/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B A/C CARDINAL WING 
ANNEX ABOUT (20) RMS-
NOT COOLING-PLANT 
MGR HOOKER 416-2440 
KLR

5/7/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B A/C RM 243 (2) UNITS & 
RM 227-ALL NOT 
COOLING-PLANT MGR 
HOOKER 416-2440 KLR

5/12/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B per mr hooker 416-2440 in 
the guidance department 
rooms C, D, & E are not 
cooling

5/13/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B UNIT NOT COOLING IN 
RM-227
PLANT MGR-
HOOKER/416.2440

5/23/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Monthly - Filter-Wooddale 
High - Refer to PM 
schedule details.

6/15/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Monthly - Filter-Wooddale 
High - Refer to PM 
schedule details.

10/13/13 Heating/Ventilation /Air 
Conditioning



Wooddale HS (2815) 3B 3-UNITS NOT COOLING 
IN GUIDANCE OFFICE, 
RM-40,42 ANNEX 
SBE-HOOKER/416-2440

7/23/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B UV RM 243 WEST, UV 
RM 243 EAST, & UV RM 
113-ALL NOT COMING 
ON-SBE TUGGERS 416-
2440 KLR

8/1/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B UNITS ARE NOT 
COMING ON IN THE 
MAIN HALLWAY  AND 
THE  ON/OFF SWITCH IS 
BROKEN IN RM 111 SBE 
TUGGER 416-2440

8/1/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B A/C UNIT IN NEW BLDG 
RM 39-NOT COOLING-
SBE TUGGERS 416-2440 
KLR

8/5/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B UNIT VENT RM 232 140-
340 - NOT COOLING - 
PM/TUGGERS 416-2440

8/6/13 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B UV RM 131, CARDINAL 
ANNEX RM 38 & 39-ALL 
NOT HEATING-PLANT 
MGR HOOKER 416-2440 
KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B RM 102-NOT COMING 
ON-PLANT MGR 
HOOKER 416-2440 KLR

1/6/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Monthly - Oil Lube & Belt-
Wooddale High - Refer to 
PM schedule details.

1/12/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Daily - Wooddale High 
Level 1 Water Treatment - 
Refer to PM schedule 
details.

1/21/14 Heating/Ventilation /Air 
Conditioning



Wooddale HS (2815) 3B BOILER - NOT COMING 
ON - PM/TUGGERS 416-
2440

1/21/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B CARDINAL WING RM 17-
NOT HEATING-PLANT 
MGR TUGGERS 416-
2440 KLR

1/30/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B AHU GYM SW END-NOT 
COMING ON-PLANT 
MGR TUGGERS 416-
2440 KLR

1/30/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B BOILER MECH RM-NOT 
HEATING-AFFECTS 
ENTIRE BLDG-PLANT 
MGR TUGGERS 416-
2440 KLR

1/30/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Monthly - Filter-Wooddale 
High - Refer to PM 
schedule details.

2/16/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Daily - Wooddale High 
Level 1 Water Treatment - 
Refer to PM schedule 
details.

3/4/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Monthly - WOODDALE 
HIGH LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

3/4/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Yearly - Boiler 023 - 
Wooddle High - Refer to 
PM schedule details.

3/7/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Yearly - Cooling 
Towers(STRAINERS)-
Wooddale High - Refer to 
PM schedule details.

3/24/14 Heating/Ventilation /Air 
Conditioning



Wooddale HS (2815) 3B Yearly - Boiler 024 - 
Wooddale High - Refer to 
PM schedule details.

3/15/14 Heating/Ventilation /Air 
Conditioning

Wooddale HS (2815) 3B Request to have 
Administrators parking 
place restriped and label 
so not to loss parking 
place when leave campus.

10/3/13 Parking Lot Admin. parking place Painting

Wooddale HS (2815) 3B Request to have parking 
lot striped and 
principal/ass't principal 
name repainted.

8/9/13 Parking Lot front & back Painting

Wooddale HS (2815) 3B GANG GRAFFITI IN THE 
ENTIRE G LOCKER RM 
GYM-ON DOORS, 
FLOORS, WALLS, 
STALLS, SHOWERS, 
ETC.-PLANT MGR 
TUGGERS 416-2440 KLR

9/18/13 Painting

Wooddale HS (2815) 3B GANG GRAFFITI IN GYM 
GIRLS' LOCKER RM ON 
BLOCK WALLS, STALLS, 
& LOCKERS, G RR 
ACROSS FROM MAIN 
OFC ON STALLS & 
WALLS, & G RR WEST 
END ACROSS FROM RM 

10/2/13 Painting

Wooddale HS (2815) 3B GANG GRAFFITI 
OUTSIDE ON FRONT 
SIDEWALK & 
COURTYARD ON 
COLUMNS-SBE 
TUGGERS 416-2440 KLR

8/14/13 Painting

Wooddale HS (2815) 3B Request to have Graffitti 
remove from girls & boys 
(8) restroom on the first 
floor. 

4/16/14 1st Floor restroom Painting

Wooddale HS (2815) 3B GRAFFITI - ACROSS 
FROM MAIN OFC G & B 
RR , ACROSS FROM RM 
11 - G & B RR - ACROSS 
FROM PM OFC - GANG 
RELATED - WALLS & 
PM/TUGGERS 416-2440

4/25/14 Painting

Wooddale HS (2815) 3B paint lines on football field 5/28/14 Painting



Wooddale HS (2815) 3B GRAFFITI ON OUTSIDE 
WINDOW RM 104 & G RR 
2ND FLR SE HALL ON 
BLOCK WALL, STALL 
WALLS, SINK, MIRROR-
PLANT MGR HOOKER 
416-2440 KLR

10/9/13 Painting

Wooddale HS (2815) 3B Please repair walls in the 
new aviation room where 
boards have been taken 
down.

10/24/13 Painting

Wooddale HS (2815) 3B FILL HOLES IN WALLS IN 
AVAITION RM FOR 
PAINTERS

10/25/13 Painting

Wooddale HS (2815) 3B paint lines on football field 8/2/13 Painting

Wooddale HS (2815) 3B GANG GRAFFITI 
OUTSIDE ON FLAG 
POLE MOUND, B RR BY 
ACROSS FROM RM 111 
ON STALL WALLS, B RR 
ACROSS FROM RM 219 
ON STALL WALLS, & B 
RR BY TEACHER'S 

8/8/13 Painting

Wooddale HS (2815) 3B paint lines on football field 8/8/13 Painting

Wooddale HS (2815) 3B GRAFFITI ON G/RR-B/RR 
2ND FLR MAIN BLDG 
SOUTH-EAST HALL, & 
B/RR 1ST FLR BY SBE 
OFFICE.
PLANT MGR-
HOOKER/416.2440

11/11/13 Painting

Wooddale HS (2815) 3B GRAFFITI - ANNEX BLDG 
B & G RR; COURTYARD 
EAST SIDE ON BRICK 
WALL; B RR 2ND FLR 
ACROSS FROM RM 219; 
B&G RR 2ND FLR NEXT 
TO TCHR'S LOUNGE - 
PM/TUGGERS 416-2440

1/21/14 Painting

Wooddale HS (2815) 3B Assist roofers with clearing 
roof drain.

8/23/13 Plumbing



Wooddale HS (2815) 3B Repair the leaking sink in 
the aviation classroom 
135.

9/9/13 Classroom Rm. 135 Plumbing

Wooddale HS (2815) 3B Please test RP devices on 
site.

9/11/13 Plumbing

Wooddale HS (2815) 3B UNIT IS LEAKING OIL IN 
BOILER RM
PLANT MGR-
HOOKER/416.2440

6/3/14 Plumbing

Wooddale HS (2815) 3B Unstop commode in ladies 
room. Urgent, have done 
all i can

8/16/13 Restroom (Girls) Teachers lounge 2nd floor 
southeast

Plumbing

Wooddale HS (2815) 3B Repair the sinks in the the 
boy's locker room.

8/19/13 Gym Boy's locker room Plumbing

Wooddale HS (2815) 3B Replace  broken commode 
seat. 4th stall.

3/25/14 Restroom (Boys) 1st floor across from plant 
manager's office

Plumbing

Wooddale HS (2815) 3B Repair leaking water 
cooler. Urgent, potential 
slipping hazard 

3/25/14 Hallway/Corridor Aviation-Outside room 137 Plumbing

Wooddale HS (2815) 3B BUSTED PIPE & WATER 
IS RUNNING IN RM-139 
PLANT MGR-
TUGGERS/416.2440

4/2/14 Plumbing

Wooddale HS (2815) 3B Repair leaking water 
fountain next to room 137.

4/4/14 Hallway/Corridor next to rm.137 Plumbing



Wooddale HS (2815) 3B UNIT IS LEAKING WATER 
IN SOUTH-WEST HALL
PLANT MGR-
TUGGERS/416.2440

4/14/14 Plumbing

Wooddale HS (2815) 3B Replace/reattach water 
fountain to wall. Urgent

5/6/14 Restroom (Boys) Basement football locker 
room

Plumbing

Wooddale HS (2815) 3B per hooker 416-2440 a/c in 
room 102 is leaking

5/7/14 Plumbing

Wooddale HS (2815) 3B COOLING TOWER-
OVERFLOWING-PLANT 
MGR HOOKER 416-2440 
KLR

5/7/14 Plumbing

Wooddale HS (2815) 3B Repair water cooler, 
leaking into the hallway.

5/8/14 Hallway/Corridor Main hall next to 
auditorium

Plumbing

Wooddale HS (2815) 3B CONDENSATION DRAIN - 
BAND RM - LEAKING  - 
PM/HOOKER 416-2440

5/9/14 Plumbing

Wooddale HS (2815) 3B per mr hooker 416-2440 
room 113 a/c leaking

5/13/14 Plumbing

Wooddale HS (2815) 3B Water leaking from the 
ceiling. condensation pan 
stopped up

5/21/14 Annex 2nd floor room 38 Plumbing

Wooddale HS (2815) 3B Replace cracked 
commode, leaking water. 

5/22/14 Restroom (Boys) Basement ROTC restroom Plumbing



Wooddale HS (2815) 3B Repair 2 water coolers-
2nd cooler on the hall 
makes a loud noise, the 
3rd one leaks

5/29/14 1st Floor Aviation hallway Plumbing

Wooddale HS (2815) 3B DRAIN PUMP IS 
STOPPED UP & HAS 
CAUSED A FLOOD IN 
BASEMENT.
PLANT MGR-
TUGGERS/416.2440

8/19/13 Plumbing

Wooddale HS (2815) 3B unstop commode in 4th 
stall. Urgent, Handicap 
stall

3/21/14 Restroom (Boys) 2nd floor-next to teachers 
lounge-southeast hallwa

Plumbing

Wooddale HS (2815) 3B Repair flush valve on 
commode, 1st stall.

6/24/14 Gym Boys locker room Plumbing

Wooddale HS (2815) 3B Repair flush valve on 
commode 3rd stall. won't 
stop running.

10/11/13 Restroom (Boys) 1st floor Northwest hall Plumbing

Wooddale HS (2815) 3B 2nd hand sink faucet will 
not stop running

10/11/13 Restroom (Boys) 1st floor across from main 
office

Plumbing

Wooddale HS (2815) 3B Request to have restroom 
commode unstoped 
entrance on the southeast 
corner 2nd floor of the 
gym.

10/14/13 Auditorium restroom top of gym Plumbing

Wooddale HS (2815) 3B Repair leaking commode, 
hard to flush. !st stall

10/29/13 Restroom (Boys) !st floor west-across from 
SBE office

Plumbing

Wooddale HS (2815) 3B Repair leaking water 
cooler. Urgent

10/31/13 Hallway/Corridor 2nd floor-east near boys 
and girls restroom

Plumbing



Wooddale HS (2815) 3B Repair commode, will not 
flush, 3rd stall. 

11/4/13 Restroom (Boys) 1st floor northwest hall Plumbing

Wooddale HS (2815) 3B Repair a leak in the ceiling 
between gym and 
auditorium

7/9/13 Hallway/Corridor Between Auditorium and 
Gym

Plumbing

Wooddale HS (2815) 3B There is a leak in the 
southwest dressing room 
located at the southeast 
corner of the gym. It look 
to be leaking from the duct 
connected to the 
AHU,AUD2FLR 
SW.MECH RM. (140-192)

7/12/13 Auditorium Southeast corner of the 
gym

Plumbing

Wooddale HS (2815) 3B Unit Leaking
Gym 2nd level Boys 
Restroom SE
Dewayne Hooker
416-2440

7/15/13 Plumbing

Wooddale HS (2815) 3B a/c unit leaking rm 123A - 
Bookstore
Dewayne Hooker 416-
2440

7/16/13 Plumbing

Wooddale HS (2815) 3B West Main Hallway - a/c 
condensing unit leaking
per mr. hooker 416-2440

7/24/13 Plumbing

Wooddale HS (2815) 3B Repair/replace broken & 
leaking commode 2nd 
stall.

8/7/13 Restroom (Girls) 1st floor northwest hall Plumbing

Wooddale HS (2815) 3B Repair commode 4th stall 
(handicap) Leasking 
around base and fixture. 

8/7/13 Restroom (Boys) Northwest hall 1st floor Plumbing

Wooddale HS (2815) 3B Unstop commode 4th stall. 
I've plunged etc.

8/8/13 Restroom (Boys) South hall, across from 
S.B.E. office

Plumbing



Wooddale HS (2815) 3B Repair water cooler that is 
leaking and will not spot 
running. 

11/8/13 Hallway/Corridor 2nd floor near teacher 
lounge

Plumbing

Wooddale HS (2815) 3B Unstop chemistry lab sink 
and disconnect water line. 
See Plant Manager. 

11/11/13 Classroom Room 202 Plumbing

Wooddale HS (2815) 3B Repair leaking flush valve, 
last stall.

11/13/13 Restroom (Girls) 1st floor-Across from the 
gym

Plumbing

Wooddale HS (2815) 3B Repair broken flush valve, 
1st stall

11/13/13 Restroom (Boys) Across from S.B.E. office 
1st floor

Plumbing

Wooddale HS (2815) 3B PIPE CHEMISTRY LAB 
RM 202-HAS BURST 
UNDER LAB TABLE-
CAN'T CONTAIN-PLANT 
MGR TUGGERS 416-
2440 KLR

11/15/13 Plumbing

Wooddale HS (2815) 3B Unstop floor drain 12/3/13 Restroom (Boys) 1st floor - northwest 
hallway

Plumbing

Wooddale HS (2815) 3B Repair water leak around 
base of commode. 4th stall 

12/18/13 Restroom (Boys) Northwest hall-1st floor Plumbing

Wooddale HS (2815) 3B Repair broken flush valve. 
5th stall

12/19/13 Restroom (Girls) !st floor aviation hallway 
across from gym

Plumbing

Wooddale HS (2815) 3B Repair 2 broken urinals, 
see plant manager

1/6/14 Restroom (Boys) Main hall near auditorium 
doors

Plumbing



Wooddale HS (2815) 3B Repair water fountain. Will 
not stop running

1/6/14 Hallway/Corridor 2nd floor-southeast hall Plumbing

Wooddale HS (2815) 3B Repair water cooler, will 
not stop running.

1/6/14 2nd Floor Southeast hall-near 
teachers lounge

Plumbing

Wooddale HS (2815) 3B WATER TANK IS 
LEAKING IN BOILER RM
PLANT MGR-
TUGGERS/416.2440

1/10/14 Plumbing

Wooddale HS (2815) 3B The sink in the Art 
classroom has a worn 
shutoff valve and want 
stop running. Also, the sink 
is clogged and filling with 
water overnite. 

1/13/14 Classroom Rm.213 Plumbing

Wooddale HS (2815) 3B Stopped uo roof drain. See 
Johnny Alberson for 
location

1/14/14 Plumbing

Wooddale HS (2815) 3B Unstop commode 2nd 
stall. Already tried plunging 

1/16/14 Restroom (Boys) 2nd floor southeast hall Plumbing

Wooddale HS (2815) 3B Repair sink leaking 
underneath cabinet in 
room 213.

1/23/14 Classroom Rm. 213 Plumbing

Wooddale HS (2815) 3B The sink in room 213 is 
leaking underneath inside 
the cabinet.

1/27/14 Classroom Rm.213 Plumbing

Wooddale HS (2815) 3B per mr tugger 416-2440 
the boiler had to be reset 
and cold start this morning 
and now it is leaking

1/29/14 Plumbing



Wooddale HS (2815) 3B The handicap stall boys 
restroom across from 
room 111 is clogged.

2/10/14 Restroom (Boys) across from room 111 Plumbing

Wooddale HS (2815) 3B The custodian closet sink 
across from the main 
office is clogged.

2/17/14 Custodial Closet across from main office Plumbing

Wooddale HS (2815) 3B Unstop commode 4th stall 2/20/14 Restroom (Girls) 1st floor northwest hall Plumbing

Wooddale HS (2815) 3B Unstop commode 4th stall 2/20/14 Restroom (Boys) 1st floor across from Plant 
Mgr office

Plumbing

Wooddale HS (2815) 3B Repair roof as needed 8/22/13 Roof

Wooddale HS (2815) 3B Repair the leak in the gym 
located in the middle of the 
floor.

8/13/13 Roof

Wooddale HS (2815) 3B Repair roof leak 5/14/14 Classroom annex 2nd floor room 
cw45

Roof

Wooddale HS (2815) 3B Repair roof leak in the 
middle of the gym floor.

8/19/13 Gym Roof

Wooddale HS (2815) 3B Repair roof leak. In front of 
boys restroom ( west )

7/22/13 Hallway/Corridor 2nd floor Cardinal annex Roof



Wooddale HS (2815) 3B ROOF IS LEAKING 
WATER ON GYM FLR. 
SBE-HOOKER/416-2440

7/22/13 Roof

Wooddale HS (2815) 3B Cafeteria NE Side, when 
rains there is a window 
that leaks per Mr. Hooker 
416-2440

7/24/13 Roof

Wooddale HS (2815) 3B Repair bad leaks in 
room10,11 and girls & 
boys restroom upstairs

2/5/14 Annex Roof

Wooddale HS (2815) 3B Repair leak in room 101 
around middle window 
main building.

2/5/14 Classroom Room101 Roof

Wooddale HS (2815) 3B Repair doors, vent grills, 
and sides of ventilator 
units

6/2/14 1st Floor Main hallway-Aviation & 
Library halls 

Sheet Metal

Wooddale HS (2815) 3B Fabricate and install 
window guard over front 
entry door glass to aviation 
room.  

11/4/13 Sheet Metal



Count of Craft Craft
Location Asbestos Carpentry Electrical HVAC Painting Plumbing Roof Sheet Metal Grand Total

Wooddale Middle (2820) 3B 5 43 96 24 7 31 17 2 225
Grand Total 5 43 96 24 7 31 17 2 225



Location Request Description Submittal Date Area Description Area Number Craft
Wooddale Middle (2820) 
3B

principal office also 
seceraties office smell bad 
where water has leeked

5/28/14 Administration Area principal office Asbestos

Wooddale Middle (2820) 
3B

possibility mold from roof 
leak

3/24/14 Gym gym ceiling Asbestos

Wooddale Middle (2820) 
3B

replace hard 12inx12in 
ceiling tiles (6) needs lift to 
reach

3/31/14 Cafeteria Asbestos

Wooddale Middle (2820) 
3B

peeling paint upper wall 
teacher want it check for 
asbestos material 

11/6/13 Classroom r207 Asbestos

Wooddale Middle (2820) 
3B

Replace broken ceiling 
tiles and clean lime from 
wall.

11/6/13 2nd Floor RM. 207 Asbestos

Wooddale Middle (2820) 
3B

broken off door in gym. 5/29/14 Gym hanger Carpentry

Wooddale Middle (2820) 
3B

replace latch post , post in 
closet across from gym.

3/12/14 Gym entrance door middle Carpentry

Wooddale Middle (2820) 
3B

WINDOW 2ND FLR RM 
222-BROKEN OUT-RAIN 
COMING IN THRU 
WINDOW-PLANT MGR 
TAYLOR 416-2422 KLR

6/27/14 Carpentry



Wooddale Middle (2820) 
3B

window want close water 
came in from rain,

6/30/14 2nd Floor rm 211 Carpentry

Wooddale Middle (2820) 
3B

grid has been torn down 
from ceiling need to be 
replace in boys locker rm,

5/29/14 1st Floor pe locker rm Carpentry

Wooddale Middle (2820) 
3B

door hardware has been 
broken off

5/29/14 1st Floor pe front door to locker rm Carpentry

Wooddale Middle (2820) 
3B

special cut ceiling title, 6/4/14 1st Floor tower hallway Carpentry

Wooddale Middle (2820) 
3B

special cut ceiling titles 
need to be replace 

6/11/14 Administration Area main office Carpentry

Wooddale Middle (2820) 
3B

per mr cowans 416-2420 
room 205 (2nd level) can't 
close window wind has 
blown off hinges and it is 
hanging

2/20/14 Carpentry

Wooddale Middle (2820) 
3B

the windows needs to be 
repair not screw shut

1/15/14 Classroom r212 Carpentry

Wooddale Middle (2820) 
3B

repair door hareware 1/16/14 Hallway/Corridor north entrance Carpentry

Wooddale Middle (2820) 
3B

secure all hareware in 
door

1/23/14 Classroom r204 Carpentry



Wooddale Middle (2820) 
3B

pading off wall 1/28/14 Gym east goal wall Carpentry

Wooddale Middle (2820) 
3B

repair kick in entrance 
door

1/28/14 Restroom (Boys) by room 219 Carpentry

Wooddale Middle (2820) 
3B

reglaze or chaulk wndow 
pane

1/31/14 1st Floor r100 Carpentry

Wooddale Middle (2820) 
3B

secure middle latching 
post on double doors 
entrance

2/4/14 Hallway/Corridor by 117 Carpentry

Wooddale Middle (2820) 
3B

per ms taylor 416-2420 
window in room 111 won't 
latch can't secure 

4/10/14 Carpentry

Wooddale Middle (2820) 
3B

install 4x8 white board 8/13/13 Classroom r201 Carpentry

Wooddale Middle (2820) 
3B

3 cases of hard ceiling 
tiles

8/14/13 Administration Area plt/mgr Carpentry

Wooddale Middle (2820) 
3B

petition need securing 8/23/13 Classroom r220 Carpentry

Wooddale Middle (2820) 
3B

repair bent planel leading 
to water shut off vavle

9/16/13 Restroom (Boys) locker room Carpentry



Wooddale Middle (2820) 
3B

secure middle latching  
post on double doors

9/16/13 Hallway/Corridor hall by r117 Carpentry

Wooddale Middle (2820) 
3B

repair broken seat tape up 9/17/13 Auditorium front row Carpentry

Wooddale Middle (2820) 
3B

southside of building by 
rm#214 window needs 
repair

10/1/13 2nd Floor stairwell Carpentry

Wooddale Middle (2820) 
3B

install 4x8 white board 7/30/13 Classroom r127 Carpentry

Wooddale Middle (2820) 
3B

install 4x8 white board 7/30/13 Classroom r243 Carpentry

Wooddale Middle (2820) 
3B

install 4x8 bullen board 7/30/13 Classroom r114 Carpentry

Wooddale Middle (2820) 
3B

REPAIR WINDOW 7/30/13 Classroom R212 Carpentry

Wooddale Middle (2820) 
3B

panic bar not unlatching 8/2/13 Kitchen back dock door Carpentry

Wooddale Middle (2820) 
3B

install 4x8 white board (2) 11/13/13 Classroom r208 Carpentry



Wooddale Middle (2820) 
3B

WINDOW HAS CAME 
COMPLETELY OUT IN 
RM-212
PLANT MGR-
MCFARLAND/416.2420

11/26/13 Carpentry

Wooddale Middle (2820) 
3B

WINDOW KICKED OUT 
IN STAIRWELL BY RM 
120-WON'T BE ABLE TO 
SECURE-PLANT MGR 
COWANS 416-2420 KLR

12/13/13 Carpentry

Wooddale Middle (2820) 
3B

ENTRANCE DOOR WEST 
SIDE OF BLDG BY SBE'S 
OFC-LATCH BROKEN 
CAUSING DOOR TO 
KEEP SPRINGING OPEN-
PLANT MGR COWANS 
416-2420 KLR

12/16/13 Carpentry

Wooddale Middle (2820) 
3B

repair window latch can 
not be secure 

1/6/14 Classroom r117and 205 Carpentry

Wooddale Middle (2820) 
3B

need to get some ceiling 
tiles. 

4/15/14 1st Floor plant manger Carpentry

Wooddale Middle (2820) 
3B

door to     the 8th grade 
hall mechanical room cant 
get that door closed we 
have students gonning in 
and cutting the air handle 
unit off 

4/22/14 Mechanical Room th grade hall Carpentry

Wooddale Middle (2820) 
3B

ceiling title where speaker 
is located has been 
leaking in that spot need to 
be remove.

4/23/14 2nd Floor 245 Carpentry

Wooddale Middle (2820) 
3B

window will not lock 4/24/14 1st Floor 221 Carpentry

Wooddale Middle (2820) 
3B

per barbara taylor 416-
2504 room 117 window 
lock is broken and can't 
secure

4/28/14 Carpentry



Wooddale Middle (2820) 
3B

per ms taylor 416-2504 
room 107 window blew off 
hinges

4/28/14 Carpentry

Wooddale Middle (2820) 
3B

Repair inside door handle 
to boys restroom by room 
135.

5/13/14 Restroom (Boys) 1st floor south hall by 
room 135

Carpentry

Wooddale Middle (2820) 
3B

Door to record room will 
not close.Door is stuck at 
the top.Door need to be 
kept lock.

5/13/14 Administration Area Record room S134 Carpentry

Wooddale Middle (2820) 
3B

replace hard 12inx12in 
ceiling tiles (6) needs lift to 
reach

2/5/14 Cafeteria Carpentry

Wooddale Middle (2820) 
3B

replace ballast by back 
doors by dock

2/6/14 Hallway/Corridor by dock doors Electrical

Wooddale Middle (2820) 
3B

shorted out ballast. about 
six light is out, needs lift

3/12/14 Gym lighting Electrical

Wooddale Middle (2820) 
3B

lights around the out side 
of school  are burn out 
have no outside lights, 
need A, bucket truck to 
install lights

6/13/14 Grounds lights on out side Electrical

Wooddale Middle (2820) 
3B

emergency lights not 
working.

6/17/14 Administration Area near rm s133 Electrical

Wooddale Middle (2820) 
3B

06 ballast out 5/29/14 1st Floor rm 110 Electrical



Wooddale Middle (2820) 
3B

lights need to be replace 
to high for plant manger

5/29/14 1st Floor 129 Electrical

Wooddale Middle (2820) 
3B

 room 130, lights are out to 
high for plant manger      

5/29/14 1st Floor 130 Electrical

Wooddale Middle (2820) 
3B

light are out to high for 
plant manger

5/29/14 Gym girls locker r m 128 Electrical

Wooddale Middle (2820) 
3B

ballast out near audio 
system on stage

5/29/14 Auditorium storage rm Electrical

Wooddale Middle (2820) 
3B

ballast out in 4 sets of 
lights

5/29/14 1st Floor 135 Electrical

Wooddale Middle (2820) 
3B

Please replace blown 
bulbs and lamps that are 
out  before AAU Classic in 
late June. 

5/29/14 Electrical

Wooddale Middle (2820) 
3B

need to get 03 cs of 
flourescent bulbs

5/30/14 1st Floor plant manger Electrical

Wooddale Middle (2820) 
3B

ballast  out 2 set of light 6/4/14 2nd Floor 214 Electrical

Wooddale Middle (2820) 
3B

ballast out 6/4/14 2nd Floor 214-A Electrical



Wooddale Middle (2820) 
3B

replace ballast 2/6/14 Hallway/Corridor stairway across fr gym Electrical

Wooddale Middle (2820) 
3B

per mr cowans 416-2420 
AHU #158039 in hallway 
in back of gym burning 
smell not coming on

2/12/14 Electrical

Wooddale Middle (2820) 
3B

replace (1) ballast in r113 
and (2) in r115

2/18/14 Classroom r113 and r115 Electrical

Wooddale Middle (2820) 
3B

replace ballast r211-(3) 
replace ballast r208-(2)  
replace ballast r219 (1)

3/4/14 Classroom r211-r208-r219 Electrical

Wooddale Middle (2820) 
3B

needs (3) cases of 
lamp.flr.rapid start30/bx.32 
wa

3/4/14 Mechanical Room plant mgr office Electrical

Wooddale Middle (2820) 
3B

replace ballast 1/30/14 Hallway/Corridor by r117 Electrical

Wooddale Middle (2820) 
3B

 I needs (3)cases of 
lamp,flr rapid start 
30/bx,32wa

1/30/14 Mechanical Room plt mgr office Electrical

Wooddale Middle (2820) 
3B

chang out lamps (12) 
needs lift

3/31/14 Cafeteria ceiling Electrical

Wooddale Middle (2820) 
3B

replace light cover on 
expose lamps

3/31/14 Cafeteria ceiling Electrical



Wooddale Middle (2820) 
3B

Replace lamps in 
auditorium.

4/1/14 Auditorium Electrical

Wooddale Middle (2820) 
3B

lights are out in the 
audtorium 

4/1/14 Auditorium auditorium Electrical

Wooddale Middle (2820) 
3B

light switch  on the left & 
right need to be repair .

8/6/13 Hallway/Corridor by office Electrical

Wooddale Middle (2820) 
3B

light switch need to be 
repair .

8/6/13 Hallway/Corridor left side near kitchen Electrical

Wooddale Middle (2820) 
3B

light switch need to be 
repair. (plant  manage on 
site P M )

8/6/13 Gym in front near boys rest 
room

Electrical

Wooddale Middle (2820) 
3B

needs 3 casesof 
lamp,flr.rapid start30\bx.32 
wa

8/14/13 Administration Area plt/mgr Electrical

Wooddale Middle (2820) 
3B

replace ballast 8/14/13 Hallway/Corridor by r 114 Electrical

Wooddale Middle (2820) 
3B

replace ballast 8/26/13 Hallway/Corridor 1st fl at stairwell Electrical

Wooddale Middle (2820) 
3B

replace  ballast 8/27/13 Classroom r100 Electrical



Wooddale Middle (2820) 
3B

Repair two light fixtures in 
custodial closet.  

9/13/13 Electrical

Wooddale Middle (2820) 
3B

replacf ballast 9/18/13 Kitchen pantry Electrical

Wooddale Middle (2820) 
3B

RECEPTACLE 
SHOOTING OUT FIRE IN 
8TH GRADE HALL 2ND 
FLR
PLANT MGR-
MCFARLAND/337.2166

10/2/13 Electrical

Wooddale Middle (2820) 
3B

Hallway by rm#211A 
counseling Center 
receptacle need
replace.

10/2/13 2nd Floor 8th Grade Hallway Electrical

Wooddale Middle (2820) 
3B

replace one ballast and 
check the one over 
teacher desk  only one 
strip working

10/14/13 Classroom r222 Electrical

Wooddale Middle (2820) 
3B

replace ballast 10/15/13 Classroom r100 Electrical

Wooddale Middle (2820) 
3B

needs outlets covers (8)                        10/16/13 Mechanical Room plant mgr office Electrical

Wooddale Middle (2820) 
3B

replace ballast  in ap office 10/21/13 Administration Area nmain office Electrical

Wooddale Middle (2820) 
3B

 ELEC PANEL IS DOWN 
IN BOILER RM.
SBE-COWANS/416-2420

7/2/13 Electrical



Wooddale Middle (2820) 
3B

needs  3 cases of lamp fr 
rapid start 30/bx 32 wa 
asap

7/22/13 Administration Area thru out building Electrical

Wooddale Middle (2820) 
3B

replace ballasts in hallwa 
by 212.206 204

8/1/13 Hallway/Corridor by 212 Electrical

Wooddale Middle (2820) 
3B

EXPOSE WIRE COMING 
FROM EXIT LIGHT IN 
STAIRWAY BY GYM. 
PLANT MGR-
COWANS/416.2420

11/14/13 Electrical

Wooddale Middle (2820) 
3B

replace blown bulbs (6) 
250/ 400w one is over the 
goal (dark spot )

11/15/13 Gym Electrical

Wooddale Middle (2820) 
3B

3 boxes of lamp,flr.rapid 
start 30/bx,32

11/20/13 Mechanical Room plant mgr office Electrical

Wooddale Middle (2820) 
3B

lamp 150w needs about 
20 bulbs for showers area

11/20/13 Mechanical Room plant mrg office Electrical

Wooddale Middle (2820) 
3B

bleacher rollout motor is 
down north wall

1/6/14 Gym bleacher Electrical

Wooddale Middle (2820) 
3B

02 sets off lights out in 
hallway need ballast.

4/11/14 1st Floor near asst principal office Electrical

Wooddale Middle (2820) 
3B

i, need to get a case off 
regular bulbs also 3 cases 
off flourescent lamp.

4/15/14 1st Floor plant manger Electrical



Wooddale Middle (2820) 
3B

entering main door by 
conesion stand  3 sets of 
ballast out.

4/15/14 1st Floor near main office Electrical

Wooddale Middle (2820) 
3B

02 sets of lightout need 
ballast also in the storage 
room total dark 
needballast also.

4/16/14 1st Floor 115 Electrical

Wooddale Middle (2820) 
3B

ballast out 2 sets of lights 4/16/14 1st Floor 119 Electrical

Wooddale Middle (2820) 
3B

over teacher desk lights 
out need ballasts

4/16/14 1st Floor 116 Electrical

Wooddale Middle (2820) 
3B

need ballast 4/17/14 1st Floor 6th grade hall-102 Electrical

Wooddale Middle (2820) 
3B

ballast out 4/17/14 Administration Area 100 Electrical

Wooddale Middle (2820) 
3B

ballast out 4/17/14 1st Floor 127 Electrical

Wooddale Middle (2820) 
3B

srong that hold the light in 
is broken off.

4/17/14 1st Floor 107 Electrical

Wooddale Middle (2820) 
3B

need to get 03 of 
flourecent bulbs

4/23/14 1st Floor plant manger office Electrical



Wooddale Middle (2820) 
3B

ballast out 4/23/14 2nd Floor 245 Electrical

Wooddale Middle (2820) 
3B

ballast out 4/23/14 2nd Floor 218 Electrical

Wooddale Middle (2820) 
3B

ballast out 4/23/14 2nd Floor 222 Electrical

Wooddale Middle (2820) 
3B

ballast out 4/23/14 2nd Floor 214 Electrical

Wooddale Middle (2820) 
3B

ballast out app, 04 4/23/14 2nd Floor 229 Electrical

Wooddale Middle (2820) 
3B

04 sets off lights out need 
ballast

4/23/14 1st Floor 231 Electrical

Wooddale Middle (2820) 
3B

need ballasts, 4/23/14 2nd Floor 225 Electrical

Wooddale Middle (2820) 
3B

ballast out in 02 sets of 
lights

4/24/14 2nd Floor 212 Electrical

Wooddale Middle (2820) 
3B

ballasts out in 02 sets of 
lights

4/24/14 2nd Floor 223 Electrical



Wooddale Middle (2820) 
3B

ballast out in rest room 4/24/14 2nd Floor teacher lounge rest rm Electrical

Wooddale Middle (2820) 
3B

ballasts out 02 sets of 
lights

4/24/14 2nd Floor 207 Electrical

Wooddale Middle (2820) 
3B

ballast out in this room. 4/24/14 2nd Floor 202 Electrical

Wooddale Middle (2820) 
3B

ballast out 4/25/14 2nd Floor 224 Electrical

Wooddale Middle (2820) 
3B

22 lights on stage are 
blown out 

4/25/14 Auditorium Electrical

Wooddale Middle (2820) 
3B

partial power outage over 
school per barbara taylor 
416-2504

4/28/14 Electrical

Wooddale Middle (2820) 
3B

lights out on stairwell. 4/30/14 2nd Floor behind rm, Electrical

Wooddale Middle (2820) 
3B

ballast out in 02 sets of 
lights

4/30/14 2nd Floor 246 Electrical

Wooddale Middle (2820) 
3B

emergency lights out in 
entering the tower floor.

4/30/14 2nd Floor hallway emergency lights Electrical



Wooddale Middle (2820) 
3B

ballasts are out in 04 sets 
of lights

4/30/14 2nd Floor 246 Electrical

Wooddale Middle (2820) 
3B

2 sets of lights are out due 
to ballasts

4/30/14 2nd Floor 247 Electrical

Wooddale Middle (2820) 
3B

04 sets of lights out due to 
ballasts

5/1/14 1st Floor 136 Electrical

Wooddale Middle (2820) 
3B

need to get 3 cases of 
fluorescent bulbs. to 
complete my hallways thur 
out wooddale middle.

5/1/14 1st Floor plant manger office Electrical

Wooddale Middle (2820) 
3B

FIRE ALARM MAIN OFC 
AREA-SHOWING 
TROUBLE-PLANT MGR 
DANIELS 416-2420 KLR

5/14/14 Electrical

Wooddale Middle (2820) 
3B

BALLAST OUT IN 
SCENICE IM N COLSET

5/18/14 204A Electrical

Wooddale Middle (2820) 
3B

need to get 3cs pf lights to 
finish the towel building.

5/18/14 Electrical

Wooddale Middle (2820) 
3B

ballast out back of sec, 
office.

5/18/14 Electrical

Wooddale Middle (2820) 
3B

ballast out  in main office 
near principal office.

5/18/14 Electrical



Wooddale Middle (2820) 
3B

ballkast out on 01 side 5/18/14 1st Floor 105 Electrical

Wooddale Middle (2820) 
3B

ballast out 5/18/14 1st Floor front of elavtor Electrical

Wooddale Middle (2820) 
3B

lense broken off 03 sets of 
lights

5/18/14 1st Floor front of elavtor Electrical

Wooddale Middle (2820) 
3B

lens broken off 03 sets of 
lights 

5/18/14 2nd Floor front of elavtor Electrical

Wooddale Middle (2820) 
3B

ballast out 5/19/14 2nd Floor rest rm. 6th grade Electrical

Wooddale Middle (2820) 
3B

prong broken off light 5/19/14 2nd Floor hallwayby rm,215 Electrical

Wooddale Middle (2820) 
3B

emergency lights out 5/19/14 2nd Floor 6th grade hall Electrical

Wooddale Middle (2820) 
3B

floursent bulbs 3cs 5/19/14 1st Floor plant manger Electrical

Wooddale Middle (2820) 
3B

check motor on ahu 158-
039

2/6/14 Auxiliary Gym  back hallway by lockers 
rooms

Electrical



Wooddale Middle (2820) 
3B

lights need to be replace in 
auditorium

5/29/14 Auditorium lights Electrical

Wooddale Middle (2820) 
3B

COOLING TOWER 
COOLING THRU ENTIRE
PLANT MGR-
TAYLOR/416.2420

6/16/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Monthly - Filter-Wooddale 
Middle - Refer to PM 
schedule details.

6/10/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

per mr cowans 416-2420 
there is no heat in building, 
boiler is down

2/7/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Monthly - Filter-Wooddale 
Middle - Refer to PM 
schedule details.

2/11/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Daily - Wooddale Middle 
Level 1 Water Treatment - 
Refer to PM schedule 
details.

3/4/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Monthly - WOODDALE 
MID LVL 2 WATER 
TREATMENT - Refer to 
PM schedule details.

3/4/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Yearly - Boiler 005 - 
Wooddale Middle - Refer 
to PM schedule details.

3/7/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

UNIT OVERHEATING(90) 
IN RM-212
PLANT MGR-
COWANS/416.2420

1/15/14 Heating/Ventilation /Air 
Conditioning



Wooddale Middle (2820) 
3B

A/C  is  blowing foam back 
through vent look like 
insulation.

9/13/13 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Yearly - Oil samples-
Wooddale Middle - Refer 
to PM schedule details.

9/14/13 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Monthly - Filter-Wooddale 
Middle - Refer to PM 
schedule details.

10/8/13 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

CHILLER NOT COMING 
ON-PLANT MGR 
COWANS 416-2420 KLR

10/31/13 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

chiller in alarm 7/11/13 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Monthly - 
AirCompress#091,2ndflr 
mechrmWooddale Jr - 
Refer to PM schedule 
details.

7/16/13 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

AHU 158030 not cooling  
per Herbert Cowans 416-
2420

7/31/13 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

UNIT NOT HEATING IN 
ASSIST PRIN OFFICE.
PLANT MGR-
MCFARLAND/416.2420

11/25/13 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Monthly - Oil Lube & Belts-
Wooddale Middle - Refer 
to PM schedule details.

1/12/14 Heating/Ventilation /Air 
Conditioning



Wooddale Middle (2820) 
3B

AHU'S ARE BLOWING 
TOO COLD OVER THE 
ENTIRE SCHOOL-PLANT 
MGR TAYLOR 416-2440 
KLR

5/6/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

per ms taylor 416-0712 
room 215 blowing hot

5/9/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

UNIT NOT COOLING IN 
GUIDANCE OFFICE, RM-
215
PLANT MGR-
DANIEL/416.2420

5/12/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

per mr daniel 416-2420 
room 211 not cooling

5/12/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Yearly - Cooling 
Towers(STRAINER)-
Wooddale Middle - Refer 
to PM schedule details.

3/23/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Yearly - Boiler 004 - 
Wooddale Middle - Refer 
to PM schedule details.

3/11/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

Monthly - 
AirCompress#091,2ndflr 
mechrmWooddale Jr - 
Refer to PM schedule 
details.

1/14/14 Heating/Ventilation /Air 
Conditioning

Wooddale Middle (2820) 
3B

need to be painted hole in 
wall different boards has 
been taken off the wall left 
holes in walls-----front 
office

6/11/14 Administration Area main office Painting

Wooddale Middle (2820) 
3B

requesting serving lines 
walls to be painted

3/21/14 Kitchen serving line Painting



Wooddale Middle (2820) 
3B

graffiti across from girls 
restroom by gym per Ms. 
McFarland 416-2420

9/30/13 Painting

Wooddale Middle (2820) 
3B

GRAFFITI ON THE 
ENTRANCE COLUMNS 
OF THE BLDG. ROGERS 

7/26/13 Painting

Wooddale Middle (2820) 
3B

GRAFFITI OUTSIDE ON 
FRONT PORCH ON 
BOTH COLUMNS-SBE 
COWANS 416-2420 KLR

8/1/13 Painting

Wooddale Middle (2820) 
3B

GRAFFITI ON EAST-SIDE  
POLES.
PLANT MGR-
COWANS/416.2420

8/6/13 Painting

Wooddale Middle (2820) 
3B

per mr daniel 416-2420 
graffiti in girls restroom 1st 
floor main hall across from 
gym

5/13/14 Painting

Wooddale Middle (2820) 
3B

1st urinal  cont. flushing 2/6/14 Restroom (Boys) across from aud Plumbing

Wooddale Middle (2820) 
3B

the drain lid that in the 
floor is broken off their is a 
hole

6/17/14 Administration Area bath room Plumbing

Wooddale Middle (2820) 
3B

boys pe locker rm, 03 
shower want cut off

5/29/14 1st Floor boys shower Plumbing

Wooddale Middle (2820) 
3B

hot water heater leaking all 
over floor.

6/4/14 2nd Floor 222a Plumbing



Wooddale Middle (2820) 
3B

leaking pipe on toilet 2/24/14 Restroom (Girls) by r206 Plumbing

Wooddale Middle (2820) 
3B

toilet leaking 2/27/14 Restroom (Boys) byr219 Plumbing

Wooddale Middle (2820) 
3B

drain leaking fr top drain 
pipe off ceiling

3/4/14 Custodial Closet across fr guid Plumbing

Wooddale Middle (2820) 
3B

running faucet prin 
restroom

1/16/14 Administration Area prin-office Plumbing

Wooddale Middle (2820) 
3B

repair ,tighten replace  
hardware on toilet seats 
thru out building

3/31/14 Restroom (Boys) thru out Plumbing

Wooddale Middle (2820) 
3B

Repair cooling tower make 
up line. 

4/4/14 Plumbing

Wooddale Middle (2820) 
3B

faucet leaking 8/26/13 Kitchen prep area Plumbing

Wooddale Middle (2820) 
3B

replace toilet seat on 2nd 
stall

9/16/13 Restroom (Boys) by r219 Plumbing

Wooddale Middle (2820) 
3B

across from GYM sink 
leaking

9/30/13 1st Floor Girl restroom Plumbing



Wooddale Middle (2820) 
3B

leaking from urinal / 
flooding the restroom

10/2/13 1st Floor Boys restroom Plumbing

Wooddale Middle (2820) 
3B

TOILET BASE HAS A 
PIECE MISSING OUT & 
WATER IS SHOOTING 
OUT WHEN FLUSH IN 
B/RR 2ND FLR BY RM-
211.
PLANT MGR-
COWANS/416.2420

10/22/13 Plumbing

Wooddale Middle (2820) 
3B

Repair/Replace broken 
toilet seat.

10/24/13 Kitchen Restroom Plumbing

Wooddale Middle (2820) 
3B

gas leak in kitchen on side 
of stove per Mr. Cowans  
416-2420

10/31/13 Plumbing

Wooddale Middle (2820) 
3B

leaking urinal when flush. 
3rd from left

11/1/13 Restroom (Boys) across from aud Plumbing

Wooddale Middle (2820) 
3B

replace toilet seat 11/13/13 Kitchen restroom Plumbing

Wooddale Middle (2820) 
3B

Boys and Girls needs floor 
drain cover

11/26/13 Gym Lockers  room Plumbing

Wooddale Middle (2820) 
3B

broken under sink 
hareware ,1st right, leaking

12/2/13 Restroom (Girls) by r200 Plumbing

Wooddale Middle (2820) 
3B

repair flush valve 12/13/13 2nd Floor teacher lon by r 215 Plumbing



Wooddale Middle (2820) 
3B

replace or repair toilet 
seats

1/6/14 Restroom (Boys) by r 222 Plumbing

Wooddale Middle (2820) 
3B

SEWAGE SMELL THRU 
BLDG.
PLANT MGR-TAYLOR/416-
2420

4/16/14 Plumbing

Wooddale Middle (2820) 
3B

when you flush water run 
over floor

4/17/14 Auditorium bathroom  back of stage Plumbing

Wooddale Middle (2820) 
3B

commode stop up 4/23/14 1st Floor custodial break rm, Plumbing

Wooddale Middle (2820) 
3B

employee rest rm stop up. 5/7/14 Cafeteria employee rest rm. Plumbing

Wooddale Middle (2820) 
3B

per ms taylor 416-0172 in 
storage closet 2nd floor 
near room 204A pipe is 
leaking down from ceiling

5/19/14 Plumbing

Wooddale Middle (2820) 
3B

employee restroom 
leaking when  you flush

5/20/14 Cafetorium employee rest rm, Plumbing

Wooddale Middle (2820) 
3B

per ms taylor 416-2420 in 
the kitchen over stove 
there is a ceiling leak 
coming from cooling tower

4/10/14 Plumbing

Wooddale Middle (2820) 
3B

1st urinal  cont. flushing 2/6/14 Restroom (Boys) across from aud Plumbing



Wooddale Middle (2820) 
3B

leaking from ceiling, 6/30/14 2nd Floor rm, 211a Roof

Wooddale Middle (2820) 
3B

ceiling titles are all wet  
leaking thur light fixture all 
over main office by 
compture

6/30/14 Administration Area main office Roof

Wooddale Middle (2820) 
3B

leaking from a pipe out in 
the hall way ceiling titles 
all over floor.

6/30/14 Cafeteria entrance of cafeteria Roof

Wooddale Middle (2820) 
3B

leaking from roof 6/30/14 1st Floor hallway near131 Roof

Wooddale Middle (2820) 
3B

ROOF GYM AREA-
LEAKING ON 
HARDWOOD FLR-PLANT 
MGR COWANS 416-2420 
KLR

2/12/14 Roof

Wooddale Middle (2820) 
3B

leaking from roof drain 1/14/14 Administration Area front desk Roof

Wooddale Middle (2820) 
3B

roof leaking 3/28/14 Administration Area front office Roof

Wooddale Middle (2820) 
3B

roof leaking, hallway in 
front of GYM ,hallway side 
where
cafeteria and gym

11/26/13 1st Floor main office Roof

Wooddale Middle (2820) 
3B

there is a leak coming 
from roof  cafet. and gym

12/18/13 Mechanical Room roof Roof



Wooddale Middle (2820) 
3B

there is aleak coming from 
roof drain onto 1st floor

12/18/13 Hallway/Corridor main hall Roof

Wooddale Middle (2820) 
3B

sky light leaking from 
ceiling 

1/9/14 Restroom (Girls) across from guild Roof

Wooddale Middle (2820) 
3B

ROOF is LEAKING onto 
GYM FLOORS per Mr. 
Cowans, Plant Mgr. 
416.2420

1/10/14 Roof

Wooddale Middle (2820) 
3B

Repair roof kitchen 4/22/14 Roof

Wooddale Middle (2820) 
3B

this room has been leaking 
for  a long time it is still 
leaking on to carpet it is 
smelling bad.

4/28/14 Administration Area secertary rm. Roof

Wooddale Middle (2820) 
3B

water leak down wall (old 
).

8/6/13 Cafeteria hallway wall Roof

Wooddale Middle (2820) 
3B

water  leaking about  two 
feet from light.

8/6/13 Hallway/Corridor near 412 room light in hall Roof

Wooddale Middle (2820) 
3B

leaking water about center 
of room.

8/6/13 413 Roof

Wooddale Middle (2820) 
3B

Repair cooling tower that 
is leaking underneath.

4/4/14 Sheet Metal



Wooddale Middle (2820) 
3B

replace door back on 
locker 909 door is in mech. 
room by 103

9/10/13 Hallway/Corridor by r 100 Sheet Metal
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