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QUESTIONS AND ANSWERS 

 

IFB01032024JKG-E Overton HS HVAC 

 

 

1. The Condensing unit to be changed to a chiller is not on the prints. Are there any prints 

showing this?  

Only prints available are the ones included here: Overton HS HVAC Drawings  

 

2. Is there a schedule/equipment detail on the VAVs? 

Only prints available are the ones included here: Overton HS HVAC Drawings 

 

3. Load testing the roof for packaged Air-cooled chiller. 

Yes 

 

4. Are you looking for CO2, RH and Room temp for BAS?  

Yes 

 

 

General Questions 

 

Pg. 66 Design and Construction Guidelines state the following: “Any new projects or renovations 

must include new and upgraded DDC controls for any new or existing HVAC equipment for the 

entire site, but the Bid says different things.” 

Please follow what was stated in the Bid. 

 

Will SCS assist with equipment storage in the case of winning several Bids? 

No 

 

On previous MSCS design & build RFPs, we were provided with Total Square Footage of 

the facility.  Please provide this information again. 

Please see below: 

 
Location Sq Ft
Cherokee ES 61,286

Getwell ES 87,025

Gragg Tech Training Center 38,208

Idlewild ES 65,025

Overton HS 177,940

Raleigh Egypt HS 145,850

Whitehaven HS 212,776  
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