
 2010 Facilities assessment 
 central HigH 

 
 

 

Project Data 
Location Code: 
 
Address:                                                                                                                                                                                     

Year Built:                                                                                                    

Grade Configuration:                                                                                                              

Student Capacity:                                                                                                                   

Ideal Capacity: 

ADA Student Enrollment: 

Size: 

Portables:                                                                                                                                   

Building & Addition     

145 
 
306 S. Bellevue 38104 

1911 

9-12 

1300 

1,478 

1 

N/A 

0 

79,000 s. f. 



 2010 Facilities assessment 
 central HigH 
Description:   
 
Install domestic hot water circulating system to kitchen 
 
 

 
Timeline: 
 
2009-10 

Cost:  
 
$30,000 

 
Description:   
 
PVC Single ply roof: 
12 years-fair 
 
 

 
Timeline: 
 
TBD 

Cost:  
 
$569,750 

 
Description:   
 
Intercom System: 
 
3200 Bogen 
 
Installation Date:  2007 
 
 
 

 
Timeline: 
 
2013-14 
 

Cost:  
 
$90,000 
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